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SECTION L ESTIMATE OF QUANTITIES 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

PCN 06YQ
west

Arrowhead

PCN 05C6
east

Arrowhead

PCN 05C2
Six Mile 

Road Total
  635E0040 Breakaway Base Luminaire Pole with Arm, 40' Mounting Height - - 5 5 Each
  635E0140 Breakaway Base Luminaire Pole with Twin Arms, 40' Mounting Height - - 7 7 Each
  635E0150 Breakaway Base Luminaire Pole with Twin Arms, 50' Mounting Height 13 9 - 22 Each
  635E3700 Roadway Luminaire, LED with Photoelectric Cell 26 18 19 63 Each
  635E5020 2' Diameter Footing 120.0 81.0 96.0 297.0 Ft  
  635E5310 Special Electrical Junction Box 6 7 11 24 Each
  635E5400 Electrical Service Cabinet 1 1 2 4 Each
  635E6200 Miscellaneous, Electrical Lump Sum Lump Sum Lump Sum Lump Sum LS  
  635E7899 Locator Ball 1 - 1 2 Each
  635E8120 2" Rigid Conduit, Schedule 40 2,920 2,135 2,175 7,230 Ft  
  635E8220 2" Rigid Conduit, Schedule 80 790 750 1,275 2,815 Ft  
  635E8830 2/2/2/4 Aluminum Wire 3,345 2,435 2,655 8,435 Ft  
  635E8900 3/C #0000 AWG Aluminum Wire 350 320 110 780 Ft  
  635E9014 1/C #4 AWG Copper Wire 280 120 700 1,100 Ft  
  635E9024 1/C #14 AWG Copper Wire 155 295 765 1,215 Ft  
  635E9710 2/C #10 AWG Copper Pole and Bracket Cable 1,690 1,170 1,045 3,905 Ft  

BID ITEM 
NUMBER ITEM

Quantity
LIGHTING

UNIT

PCN 06YQ
west

Arrowhead

PCN 05C6
east

Arrowhead

PCN 05C2
Six Mile 

Road Total
  110E5110 Salvage Signal Equipment - - Lump Sum Lump Sum LS  
  635E2045 Signal Pole with 45' Mast Arm 1 - - 1 Each
  635E2050 Signal Pole with 50' Mast Arm 1 - - 1 Each
  635E2055 Signal Pole with 55' Mast Arm - - 1 1 Each
  635E2065 Signal Pole with 65' Mast Arm 1 - 1 2 Each
  635E2070 Signal Pole with 70' Mast Arm 1 - 2 3 Each
  635E4030 3 Section Vehicle Signal Head 8 - 12 20 Each
  635E4040 4 Section Vehicle Signal Head 8 - 9 17 Each
  635E4050 5 Section Vehicle Signal Head 2 - - 2 Each
  635E5030 3' Diameter Footing 60.0 - 60.0 120.0 Ft  
  635E5310 Special Electrical Junction Box 23 18 17 58 Each
  635E5430 Traffic Signal Controller 1 - 1 2 Each
  635E5450 Side Mounted Cabinet 2 - 2 4 Each
  635E5515 Battery Backup System for Traffic Signal 1 - 1 2 Each
  635E5520 Video Detection System 1 - 1 2 Each
  635E5560 Emergency Vehicle Preemption Unit 1 - 1 2 Each
  635E5570 Optical Detector 4 - 4 8 Each
  635E5600 Surveillance Camera 1 - 1 2 Each
  635E5880 Accessible Pedestrian Signal 8 - 8 16 Each
  635E5910 Pedestrian Push Button Pole 8 - 8 16 Each
  635E5922 Pedestrian Signal Head with Countdown Timer 8 - 8 16 Each
  635E5930 Pedestrian Crossing Sign 8 - 8 16 Each
  635E7017 * Furnish Signal Pole with Mast Arm and Luminaire Arm - 1 - 1 Each
  635E8110 1" Rigid Conduit, Schedule 40 120 120 180 420 Ft  
  635E8120 2" Rigid Conduit, Schedule 40 80 65 120 265 Ft  
  635E8140 4" Rigid Conduit, Schedule 40 100 - 60 160 Ft  
  635E8220 2" Rigid Conduit, Schedule 80 100 - 95 195 Ft  
  635E8230 3" Rigid Conduit, Schedule 80 350 350 490 1,190 Ft  
  635E8415 1" Innerduct, SDR 13.5 14,310 5,420 5,240 24,970 Ft  
  635E8420 1.5" Innerduct, SDR 13.5 50 - 50 100 Ft  
  635E9016 1/C #6 AWG Copper Wire 150 - 150 300 Ft  
  635E9022 1/C #12 AWG Copper Wire 8,700 6,125 6,400 21,225 Ft  
  635E9302 2/C #14 AWG IMSA Copper Cable, K1 280 - 340 620 Ft  
  635E9303 3/C #14 AWG IMSA Copper Cable, K1 120 - 120 240 Ft  
  635E9305 5/C #14 AWG IMSA Copper Cable, K1 445 - 630 1,075 Ft  
  635E9307 7/C #14 AWG IMSA Copper Cable, K1 415 - 495 910 Ft  
  635E9325 25/C #14 AWG IMSA Copper Cable, K1 900 - 1,000 1,900 Ft  
  635E9800 Preemption Cable 2,340 - 2,570 4,910 Ft  
  635E9924 24 Strand Fiber Optic Cable 8,350 - 400 8,750 Ft  

* - Denotes Non-Participating

BID ITEM 
NUMBER ITEM

Quantity

UNIT

TRAFFIC SIGNALS
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If the traffic signal systems or roadway lighting systems are constructed 
differently than what is stated in the plans, the Contractor will supply as built 
plans to the Engineer and a copy will be sent to the Traffic Design Engineer. 
The as built plans may include conduit layouts, wiring diagrams, or other 
drawings depicting the changes from the original plans. 
 
SHOP DRAWING AND CATALOG CUTS SUBMITTAL 
The Contractor will submit shop drawings and catalog cuts in accordance with 
Section 985 of the Specifications. 
 
Adobe PDF submittals will be sent to the following email addresses: 
 

Lance.McQueen@hdrinc.com 
 

Upon review of the submittals, they will be sent by the Engineer to the following 
email addresses for concurrence of approvals or remarks: 
 

John.Less@state.sd.us 
Kelly.Vandeweile@state.sd.us  
HHoftiezer@siouxfalls.org 
 

ON-SITE INSPECTION 
An on-site inspection of the traffic signals will be conducted before acceptance 
of the project, once the traffic signals are completed and operational. The on-
site inspection will be conducted by the Contractor, Region Traffic Engineer, 
City Traffic Engineer and Consultant Design Engineer and City Light 
Department. 
 
SPECIAL PROVISIONS 
The following special provisions are attached to the project specifications and 
will be reviewed by the Contractor for furnishing and installing the proposed 
traffic equipment. 
 

• Special Provision for Optical Activated Emergency Vehicle Preemption System 
• Special Provision for ATC Traffic Signal Controller Cabinet  
• Special Provision for Traffic Signal Heads (LED Modules) 
 
MISCELLANEOUS, ELECTRICAL 
The contract lump sum price for “Miscellaneous, Electrical” will include all costs 
for the following work items: 

 

NH 2042(29) - PCN 06YQ 
▪ Connecting / tying to existing conduits and junction boxes 
▪ Removal of existing traffic and lighting junction boxes 
▪ Removal / abandonment of existing lighting and traffic conduits and cables 

 
NH 0042(63)371- PCN05C6 

▪ Connecting / tying to existing conduits and junction boxes 
▪ Removal of existing traffic and lighting junction boxes 
▪ Removal / abandonment of existing lighting and traffic conduits and cables 
▪ Removal / abandonment of existing detector loops 
▪ Installation of the future pedestrian push button posts FPB1 thru FPB8 at 

the Willow Run Entrance & Arrowhead Pkwy intersection   
 
P 1358(02) - PCN 05C2 

▪ Connecting / tying to existing conduits and junction boxes 
▪ Installing caps on ends of proposed conduits 
▪ Removal of existing traffic and lighting junction boxes 
▪ Removal / abandonment of existing lighting and traffic conduits and cables 
▪ Removal of existing service cabinets and meters 

 
 

SALVAGE SIGNAL EQUIPMENT 
Existing traffic signal equipment will be salvaged and delivered to the City of 
Sioux Falls Traffic Shop, at the address shown below.  Contact Heath Hoftiezer 
(#605-367-8634) for delivery information.  The Contractor will contact the City 5 
days before delivery. 
 

City Traffic Shop 
1100 E. Chambers Street 
Sioux Falls, SD 57104 

  
Signal equipment damaged during this work will be repaired or replaced by the 
Contractor at no cost to the State. 
 
All costs for work involved in the salvage and delivery of the existing signal 
equipment will be incidental to the contract lump sum price for “Salvage Signal 
Equipment”. 
 
REMOVE JUNCTION BOX (TRAFFIC OR LIGHTING) 
The Contractor will remove all junction boxes as designated in the plans.  All 
rings and covers will be returned to the applicable department.  If the junction 
box is labeled “Electric”, deliver to City Light Shop.  If the junction box is 
labeled “Traffic”, deliver to City Traffic Shop.  
 
Contact the City Light Shop (#605-373-6979) and City Traffic Shop (#605-367-
8634) for delivery information.  The Contractor will contact the City 5 days 
before delivery.   
 
All costs for removal and delivery of the junction boxes will be included in the 
contract lump sum price for “Miscellaneous, Electrical”.  
 
TABLE OF FOOTING DATA 

Site 
Designation 

Footing 
Diameter 

*Footing  
Depth 

**Spiral   
Diameter 

**Spiral    
Length 

Vertical 
Reinforcement 

L1-L3 2’ - 0” 10’ - 0” 

See Standard Plate #635.60 L4-L19 
L46-L48 2’ - 0” 9’ - 0” 

SXL4-SXL15 2’ - 0” 8’ - 0” 
S30 3’ - 0” 15’ - 0” 2’ - 8” 145’ - 9” 14-#8 x 14’ -6” 
S31 3’ - 0” 15’ - 0” 2’ - 8” 145’ - 9” 14-#8 x 14’ -6” 
S32 3’ - 0” 15’ - 0” 2’ - 8” 145’ - 9” 14-#8 x 14’ -6” 
S33 3’ - 0” 15’ - 0” 2’ - 8” 145’ - 9” 14-#8 x 14’ -6” 
S1 3’ - 0” 15’ - 0” 2’ - 8” 145’ - 9” 14-#8 x 14’ -6” 
S2 3’ - 0” 15’ - 0” 2’ - 8” 145’ - 9” 14-#8 x 14’ -6” 
S3 3’ - 0” 15’ - 0” 2’ - 8” 145’ - 9” 14-#8 x 14’ -6” 
S4 3’ - 0” 15’ - 0” 2’ - 8” 145’ - 9” 14-#8 x 14’ -6” 

*Footing depth will be below ground level. 
**The size of all spirals will be #3. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
SOILS INFORMATION 
Subsurface soils in the vicinity of the project area have a loamy consistency 
with classifications ranging from silt clay to clay silt to sand. 
 

Station Offset Depth (ft) Classification Depth to Water Date 
Arrowhead Parkway 

179+00 50'Rt. 0-4.5 Clay Sand Dry January 
2019 4.5-12.0 Clay Silt 

200+10 70' Rt. 0-6.0 Silt Clay Dry December 
2019 6.0-20.0 Clay Silt 

205+00 4'Rt. 0-8.0 Silt Clay Dry January 
2019 

212+00 15'Lt. 0-8.0 Silt Clay Dry January 
2019 

222+00 24'Lt. 0-8.0 Sandy Clay Dry January 
2019 

223+30 49'Lt. 0-3.0 Clay Silt Dry December 
2019 3.0-15.0 Silt Clay 

224+00 57'Rt. 

0-2.5 Clay 

4.8’ December 
2019 

2.5-5.0 Sand 
5.0-7.5 Clay Sand 
7.5-15.0 Sandy Clay 

Six Mile Road 

4016+00 0 0-18.0 Clay Silt Dry January 
2019 

 
Construction activities will be sequenced in a manner such that utility 
excavations within 10 feet of any proposed footing will be completed and 
backfilled prior to excavation of cylindrical footings. Backfill of excavations within 
10 feet of proposed footings will be with cohesive material approved by the 
Engineer placed in loose lifts not to exceed 6 inches and compacted according 
to the Specified Density Method. 
 
Groundwater may be encountered during construction of the cylindrical footings. 
The longer the excavations are left open the more likely caving may occur. 
 
Concrete will not be dropped through standing water. If water is present in the 
excavation it must be removed prior to concrete placement or the concrete will 
be tremied. 
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The roadway lighting items will be installed as discussed in the plans and the 
Standard Specifications for Roadway Lighting – Section 635B. The following 
notes are provided for the Contractor’s clarification.   
• The Standard Specifications can be viewed online at: 

http://www.siouxfalls.org/public-works/engineering/construction-
mgmt/resources/specs-policies-manuals.  

• The Contractor will refer to Section A of 635B.3 of the Construction 
Requirements in the Standard Specifications for the coordination and 
application process to follow for the electrical services.   

• The Contractor will complete both the Roadway Lighting and Traffic Signal 
Checklists for installation of all items shown on the plans.  The checklists 
can be found at the following website:  http://www.siouxfalls.org/public-
works/engineering/construction-mgmt/resources/forms-permits.   

• The proposed luminaire poles will have breakaway transformer bases and 
will be installed on concrete footings.  

• The Contractor will furnish and install all street light wire and will pull all 
wires through the conduits, junction boxes, and luminaire poles.   

• The Contractor will make all line-to-line connections and will furnish and 
install all items listed under Section 635B.G (Connectors) in the Standard 
Specifications for fuses, fuse-holder kits, in-line fuse holders, splice kits, 
stub connection kits and multi-cable connectors to be furnished and 
installed within the junction boxes, light pole bases and meter locations.  
This will supersede the requirements stated in the Standard Specifications. 

• The City Light department will de-energize the lights to be removed. 
• #14 AWG Tracer wire will be installed in lighting conduit not carrying wire.  

The tracer wire will be paid for separately under its respective bid item, 
unless noted otherwise.   

 
LIGHT POLES IN MEDIAN LANDSCAPING SECTION 
Proposed light poles L1, L2, L3 are be installed within the median landscaping 
section.  These light poles will have a top of footing elevation that is 2’ above 
the top of adjacent curb. This 2’ rise is due to the median landscaping section 
rising above the top of the median curb.    
 
A diagram is shown below of the typical median section being installed.        
See Section H (landscaping) for further landscaping information.   
 

 

ARROWHEAD PKWY LUMINAIRES 
The accepted lighting design for Arrowhead Pkwy used the following 
parameters and provides 1.1 and greater average maintained foot-candles and 
uniformity ratios of 3:1 (average maintained to minimum maintained foot-
candles) and 5:1 (maximum to minimum maintained foot candles): 

 
L1-L19, L46-L48 
Setback:    2-11.5 Ft. 
Lamp Loss Factor (LLF):  0.8 
Width of Lighted Area:  85 Ft. 
Spacing:    254 Ft. 
Configuration:   Center of Median 
Mounting Height:   50 Ft. 
Arm Extension Length: Twin 8 Ft.  
Luminaire:   Type 2 - 159W LED 

 
SIX MILE ROAD LUMINAIRES 
The accepted lighting design for Six Mile Road used the following parameters 
and provides 0.9 and greater average maintained foot-candles and uniformity 
ratios of 4:1 (average maintained to minimum maintained foot-candles) and 5:1 
(maximum to minimum maintained foot candles): 

 
SXL4-SXL10 
Setback:    2-7.5 Ft. 
Lamp Loss Factor (LLF):  0.8 
Width of Lighted Area:  55 Ft. 
Spacing:    180 Ft. 
Configuration:   Center of Median 
Mounting Height:   40 Ft. 
Arm Extension Length: Twin 8 Ft.  
Luminaire:   Type 2 - 105W LED 
 
SXL11-SXL15 
Setback:    3.5 Ft. 
Lamp Loss Factor (LLF):  0.8 
Width of Lighted Area:  55 Ft. 
Spacing:    145 Ft. 
Configuration:   One Sided 
Mounting Height:   40 Ft. 
Arm Extension Length: 8 Ft.  
Luminaire:   Type 3 - 105W LED 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
LUMINAIRES 
For the luminaires discussed previously on this sheet, the following luminaires 
meet the requirements for this design: 

 
• Type 2 - 159W LED 

o Autobahn AT02-P453-MVOLT-R2-P7-PCLL or approved equal 
o Voltage will be universal 120-277V 
o Distribution will be Type 2  
o Absolute Lumens will be 23,900 
o Will have a BUG rating of B3-U0-G3 
o CCT will be 4000K 
o Color will be gray 
o 20kV/10kA SPD Surge Protection will be provided 
o A Terminal Block will be provided 
o A 7 pin photocontrol receptacle will be provided 
o A Long Life Photocontrol receptacle will be provided 
o Bird guards will be provided on the mounting hole of the LED fixture 

 
• Type 2 - 105W LED 

o Autobahn ATB0-P451-MVOLT-R2-P7-PCLL or approved equal 
o Voltage will be universal 120-277V 
o Distribution will be Type 2  
o Absolute Lumens will be 16,570 
o Will have a BUG rating of B3-U0-G3 
o CCT will be 4000K 
o Color will be gray 
o 20kV/10kA SPD Surge Protection will be provided 
o A Terminal Block will be provided 
o A 7 pin photocontrol receptacle will be provided 
o A Long Life Photocontrol receptacle will be provided 
o Bird guards will be provided on the mounting hole of the LED fixture 

 
• Type 3 - 105W LED 

o Autobahn ATB0-P451-MVOLT-R3-P7-PCLL or approved equal 
o Voltage will be universal 120-277V 
o Distribution will be Type 3 
o Absolute Lumens will be 16,640 
o Will have a BUG rating of B2-U0-G3 
o CCT will be 4000K 
o Color will be gray 
o 20kV/10kA SPD Surge Protection will be provided 
o A Terminal Block will be provided 
o A 7 pin photocontrol receptacle will be provided 
o A Long Life Photocontrol receptacle will be provided 
o Bird guards will be provided on the mounting hole of the LED fixture 

 
SIGNAL POLES  
Signal poles will be per SDDOT Specifications.   
 
Cantilever traffic signal supports, including anchor bolts, will be designed for 
fatigue in accordance with Fatigue Importance Category III without galloping 
and truck induced gusts. 
 
All poles will have transformer bases.   
 
Signal poles will have rotatable mast arms. 
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A signal pole with 70’ mast arm length and 50’ luminaire extension (50’ height 
from luminaire to ground) will be furnished with the project.  The luminaire arm 
/ extension will be 8’ in length.    
• A transformer base, anchor bolts, mounting hardware, etc. will be furnished 

with this signal pole.   
• All items will meet the specifications discussed above under the heading 

SIGNAL POLES.   
 

All items will be delivered to the City Traffic Department.  
• Contact Heath Hoftiezer (#605-367-8634) for delivery information. 
• The Contractor will contact the City 5 days before delivery.   
• The mast arm and transformer base will not be attached to the signal pole 

upon delivery.   
 

All costs for this will be included in the contract unit price per each “Furnish 
Signal Pole with Mast Arm and Luminaire Arm”.   
 

SPECIAL ELECTRICAL JUNCTION BOX 
The proposed electrical junction boxes for traffic, innerduct and lighting will be 
the 18”, 24” or 30” diameter junction boxes as shown on City of Sioux Falls 
standard plates #635.31, 635.33 and 635.70. 
 
All costs for the junction boxes, regardless of type or size, will be included in 
the contract unit price per each for “Special Electrical Junction Box”. 
 

MULTICONDUCTOR CONTROL CABLE FOR SIGNAL CIRCUITS 
The Conductor Jackets for the multiconductor control cables will be color 
coded in accordance with IMSA 19-1 Table 5.1.  
 
TRAFFIC SIGNAL WIRING 
The Contractor will use Buchanan crimp connectors and insulating caps, or 
approved equal, on all wire terminations in the signal bases. 
 
All costs for this work will be incidental to the signal bid items. 
 

TRAFFIC AND FIBER OPTIC CABLE CONDUIT 
All nonmetallic conduit open ends will have an approved bell end or bushing 
installed to prevent damage to cable or conductors, per the City’s 
specifications Section 635A.3.G.6.   
 
#12 AWG Tracer wire will be installed in all traffic conduit and interconnect.  
The tracer wire will be paid for separately under its respective bid item, unless 
noted otherwise.   
 

SIGNAL BACKPLATES 
The vehicle signal head backplates will have a factory applied 3-inch wide 
yellow retroreflective border. Sheeting for the border will be Type XI or Type IX 
in conformance with ASTM D4956. 
 
Signal backplates will be polycarbonate, aluminum, or aluminum-composite. 
Minimum material thicknesses are: 
• Polycarbonate, 0.10-inch 
• Aluminum, 0.06-inch 
• Aluminum-Composite, 0.08-inch 

 

Signal backplates will extend not less than 5 inches from the edge of the signal 
head at the top, bottom, and sides. The bottom of the backplate on vehicle 
signal faces mounted directly above pedestrian signal indications will be sized 
to permit the separate adjustment of the vehicle and pedestrian signal 
indication and may be less than 4 inches. 
 
All costs involved with furnishing and installing backplates with retroreflective 
border for the new vehicle signal heads will be incidental to the appropriate 
signal head bid item.  

TRAFFIC SIGNAL HEADS 
Traffic signal heads for vehicle and pedestrian traffic signal heads will be 
furnished and installed by the Contractor, as specified in the special provisions.  
All costs for the traffic signal heads will be included in the appropriate signal 
head bid item.   
 
In addition to the special provisions for the traffic signal heads, the following 
specifications will also apply:  
• vehicle and pedestrian signals heads colors will be Black 

body, Black doors, Black tunnel visors and Black backplates 
• all hardware associated with mounting the vehicle and 

pedestrian signals heads will have P33 Gloss Black color 
• pedestrian signal heads will be two separate 12”x12” signal 

heads.  The man/hand display head will be mounted above 
the countdown timer display head as shown to the right.   

 
FISHEYE VIDEO CAMERA DETECTION SYSTEM  
The Fisheye Video Camera, Processor Unit, and Cables will be furnished and 
installed by the Contractor to meet the specifications discussed below.  
 
All costs to furnish and install the complete Fisheye Video Camera Detection 
System will be included in the contract unit price per each for “Video Detection 
System”.  These costs will include, but not be limited to:  
▪ fisheye camera, mounting brackets, and hardware 
▪ processor unit, cabling between processor and controller, Shielded CAT-5e 

cable, and antenna  
▪ all equipment required in the controller cabinet to provide a fully functioning 

fisheye video vehicle detection system 
 
The Fisheye Video Camera Detection Systems will also be furnished and 
installed with the Performance Plus Module or approved equal, to allow the 
Fisheye Video Camera Detection System to be capable of traffic counting and 
enhanced pedestrian and cyclist detection, as well as functionality for generating 
reports for traffic counts, length-based classifications, turning movements, red 
and green occupancy, and cycle lengths.  The Performance Plus Module or 
approved equal will be incidental to the contract unit price per each for “Video 
Detection System”. The Performance Plus Module or approved equal will be 
with no subscription fees or any other fees to be paid by the City / Owner for a 
10-year time period.   
 
The Shielded CAT-5e cable for the Fisheye Camera will be installed from the 
controller cabinet to the camera unit without splices. The Contractor will use 
only shielded cable approved by the camera manufacturer to protect against 
Electromagnetic Interference (EMI). Cable will be rated for outdoor use and 
installed according to the manufacturer’s recommendations. All costs for the 
Shielded CAT-5e cable will be incidental to the contract unit price per each for 
“Video Detection System”. 
 
The Contractor will coordinate with the City prior to determining the final video 
camera mounting location.  Contact Troy Miller (#605-367-8624) of the City.   
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
SURVEILLANCE CAMERA 
The traffic surveillance camera will be furnished and installed by the 
Contractor.   
 
The traffic surveillance camera will be an AXIS Q6155-E PTZ Dome Network 
Camera 60Hz model as manufactured AXIS Communications or approved 
equal.  The camera will be outdoor-ready.  The camera will be pre-equipped 
from the manufacturer with the following: 
• pole mounting kit AXIS T91A67 or approved equal 
• a power supply 
• an outdoor rated power strip 
• a lightning suppression device 
• outdoor rated Cat6e cable 
• 64 MB SD Card 
• all other required cables, connectors and jumpers to make a fully functional 

surveillance camera system   
 

The Contractor will mount the camera so that the mounting bracket is on the 
luminaire extension as high as possible before the luminaire extension starts to 
curve.  
 
All costs to furnish and install the traffic surveillance camera will be included in 
the contract unit price per each for “Surveillance Camera”.   
 
The CAT-5 cable for the traffic surveillance camera will be installed from the 
controller cabinet to the camera without splices.  The cable will be rated for 
outdoor use and installed according to the manufacturer’s 
recommendations.  All costs for the CAT-5 cable will be included in the 
contract unit price per each for “Surveillance Camera”.  
 
OPTICAL ACTIVATED EMERGENCY VEHICLE PRE-EMPTION SYSTEM 
Optical Activated Emergency Vehicle Preemption (EVP) Systems will be 
furnished and installed by the Contractor to meet the specifications discussed 
below and in the special provisions.   
 
The Contractor will furnish and install the EVP Systems on the mast arms at 
the intersections as shown on the plans. 
 
The EVP detector heads and confirmation lights will be mounted to the signal 
mast arm using 3/4-inch NPT electrical pipe materials including a malleable 
Iron “T” approved for rain-tight locations, threaded nipples, and single lamp 
holder approved for outdoor use. The use of a PELCO AB-0155-42 Band 
Mount Mini-Brac, or approved, equal will be used where no integrated threaded 
outlet exists on the mast arm. All equipment will be securely mounted to be 
level/plumb and retain its alignment. 
 
The Optical Activated Emergency Vehicle Preemption (EVP) Systems will be 
Model 721 Far Side as manufactured by Global Traffic Technologies or 
approved equal.   
 
Confirmation lights will be wired with IMSA 19-1, 2, or 3 - #14 AWG stranded 
wire cable for single direction indication and IMSA 19-1, 3 - #14 AWG stranded 
wire cable for dual direction indications.   
 
The interface card and card cage for the EVP system will be installed within the 
controller cabinet’s rack mount.  One 4-channel card will be installed in the 
controller cabinet.   
 
The preemption and conductor cables for the detector heads will be 
installed without splices from the heads to the controller cabinets. 

REV DATE: 2/01/2022   INITIAL: LRM

FOR BIDDING PURPOSES ONLY



 

 

Plotting Date: 1/1/2022 

PROJECT 
 

STATE OF 
SOUTH 

DAKOTA NH 2042(29) NH 0042(63)371 P 1358(02)  L6 L60 

TOTAL 
SHEETS 

       

SHEET 
NO. TRAFFIC SIGNAL CONTROLLER AND CONTROLLER CABINET 

The traffic signal controller and controller cabinet will be furnished and installed 
by the Contractor to meet the specifications discussed in the special 
provisions.  See the diagram below for signal controller cabinet details.   
 
SIDE MOUNTED CABINET (FOR FIBER OPTIC CABLE) 
The side mounted cabinet will house the fiber optic cable and will be furnished 
and installed by the Contractor.   
 

The side mounted cabinet will be mounted on the side of the signal controller 
cabinet as shown on the diagram below.  The side mounted cabinet will: 
• meet standards for a NEMA Traffic Enclosure for fiber optic cable 
• have dimensions of 56”H, 26.25”W, 14.625”D 
• be furnished with a door that includes ventilation louvers, fan, and filter 
• be provided with a No. 2 key for the main door with a 3-point locking 

mechanism which operates from a single easy turning handle 
• include at least 3 adjustable shelves 
• have lockable doors that swing open towards the rear of the main cabinet 

(hinges located to rear with handle located at front) 
• include LED lighting 
• be manufactured by Southern Manufacturing or approved equal 

 
The side mounted cabinet will be plumb and level in reference to the back side 
of the signal controller cabinet.  The Contractor must take precautions when 
positioning the side mounted cabinet to avoid damaging wire or equipment 
within the controller cabinet while drilling the mounting holes and the access 
hole.  The access hole will be two inch diameter and will be drilled through the 
side mounted cabinet into the controller cabinet.  A grommet or bushing will be 
installed in the two inch diameter hole to prevent damage during pull through of 
the fiber optic cable. 
 
The side mounted cabinet will be mounted and tightened securely to the 
controller cabinet using a minimum of four bolts.  A bead of clear silicon 
caulking will be placed in all gaps between the side mounted cabinet and 
controller cabinet to prevent water intrusion into either cabinet. 
 
All costs to furnish and install the side mounted cabinet, including the concrete 
base, will be included in the contract unit price per each for “Side Mounted 
Cabinet”. 

SIDE MOUNTED CABINET (FOR BATTERY BACKUP SYSTEM) 
The side mounted cabinet will house the battery backup and flash system will 
be furnished and installed by the Contractor.   
 

The side mounted cabinet for the battery backup and flash system will be 
mounted on the side of the signal controller cabinet as shown on the graphic 
on this sheet.  The side mounted cabinet will: 
• meet standards for a NEMA Traffic Enclosure  
• have dimensions of 56”H, 26.25”W, 14.625”D 
• be furnished with a door that includes ventilation louvers, fan, and filter 
• be provided with a No. 2 key for the main door with a 3-point locking 

mechanism which operates from a single easy turning handle  
• include the optional generator compartment and port / socket 
• include shelves that are sized accommodate 220GXL AlphaCell Gel Top 

Terminal Batteries and that slide out to provide easy access to batteries for 
testing  

• include an external LED indication light that will be activated when the 
cabinet is on generator power and utility power has been restored 

• include LED lighting and a white powder-coated interior 
• will have a thermostatically controlled exhaust fan and air filter 
• be manufactured by Southern Manufacturing or approved equal 

 

The side mounted cabinet will be plumb and level in reference to the back side 
of the controller cabinet.  The Contractor must take precautions when 
positioning the side mounted cabinet to avoid damaging wire or equipment 
within the controller cabinet while drilling the mounting holes and the access 
hole.  The access hole will be two inch diameter and will be drilled through the 
side mounted cabinet into the controller cabinet.  A grommet or bushing will be 
installed in the two inch diameter hole to prevent damage during pull through of 
the battery / power cables. 
 

The side mounted cabinet will be mounted and tightened securely to the 
controller cabinet using a minimum of four bolts.  A bead of clear silicon 
caulking will be placed in all gaps between the side mounted cabinet and 
controller cabinet to prevent water intrusion into either cabinet. 
 

All costs to furnish and install the side mounted cabinet, including the concrete 
base, will be included in the contract unit price per each for “Side Mounted 
Cabinet”. 
 

BATTERY BACKUP SYSTEM 
The signal head battery backup and flash system will be furnished and 
installed by the Contractor.   
 

The signal head battery backup and flash system will be Alpha Backup Power 
System—2000 VA Power Module as manufactured by Alpha Technologies or 
approved equal.  The battery backup system will also be supplied with an 
automatic transfer switch to transfer from line power to battery backup and a 
generator transfer switch to allow switching from line power or battery power to 
generator power.  The transfer switches will be capable of transferring power in 
under 250 milliseconds permitting the traffic signal to operate normally without 
interruption to the traffic signal.  
 

A terminal strip for input and output power connections in addition to neutral 
and ground connections will also be incorporated in the transfer switch design. 
An interface connector (preferably utilizing a 30-amp, twist lock recessed male 
plug) allows an external generator or vehicle inverter to be plugged into the 
system.    
 

Upon loss of utility power the battery backup system will switch to battery 
power. In cases of UPS failure, while on utility, the system will auto-bypass and 
remain in that mode until repaired. Should batteries deplete, while on batteries, 
the unit will auto-shutdown and return to normal operating mode once the utility 
power is restored.  The By-pass switch will enable removal and replacement of 
the Traffic UPS without shutting down the traffic control system (i.e. “hot swap” 
capability). The UPS will support generator input without going to batteries.  
 

 
 
 
 

BATTERY BACKUP SYSTEM CONT’D 
The backup battery power system will be sized to accommodate the operation 
of the signal as shown on the plans for a minimum of 4 hours.   
 
The signal head battery backup and flash system will meet the following 
specifications: 
 

Standard Features 
Hot-swappable Input/Output Surge Protection  
Intelligent boost operation for brownout protection  
Hot-swappable UPS and batteries  
Noise suppression, FCC Class A  
Multiple mounting configurations  
Rugged, outdoor weather resistant construction  
Lockable enclosure  
NRTL/CSA approved 
 

General Specifications 
Output: 
Output Voltage Regulation +/-10% over input voltage range  
Waveform sine  
Typical Efficiency >95%  
Typical Output Voltage THD <3%  
Typical Transfer Time < 5 ms typical  
Audible Noise at 1m <55 dbA 
 

Environment: 
Operating Temperature           -35°C to +70°C 
 

Agency Compliance: 
Lightning/Surge Protection:     Passes ANSI/IEEE C.62.41/C.62.45 Cat A&B 
Safety:                                     EN50091-1 
Low Voltage:                            EN50091-2 
 

Power Modules 
2000VA Power Module                        60Hz 
Input/Output Voltage nominal               120VAC 
Input/Output Frequency nominal           60Hz 
Input Current                                          20A 
Input Voltage Variation 85-152VAC 
Output Power 2000VA 
Active Output Power 1500W 
Typical Efficiency >95% 
Max Charge Current 15 Amps 
Battery Backup Time 2–16 hrs 
 

Communications and Alarms 
DB-9 compatible connector/RS-232 interface 
capable of monitoring, controlling, and 
calibrating the UPS, using ASCII commands 
with terminal emulation software.  
 

External Alarm Signal with relay contacts for                     
a) line fail, b) low battery warning,                                     
c) UPS needs service. 
 

Brownout Protection 
Boost mode increases voltage by 12% 
of nominal line voltage if input voltage 
falls below 12% of nominal. 
 
All costs for furnishing and installing the signal head battery backup and flash 
system will be included in the contract unit price per each for “Battery Backup 
System for Traffic Signal”. 

2" diameter Access Hole 
drilled thru the shared walls 

of cabinets to run cables 
between cabinets. 

Side Mounted Cabinet 
for Fiber Optic Cable 
(mounted on left side 

of Signal Cabinet) 

Concrete Footing extended 
left to allow Fiber Cabinet 

to rest on footing. 

Conduit and Cables for 
Fiber Cabinet to be installed 
directly into Fiber Cabinet 

thru footing. 

Conduit and Cables for 
Signal Cabinet to be installed 
directly into Signal Cabinet 

thru footing. 

Hinge side (right side) 
of Signal Cabinet 

2" diameter Access Hole 
drilled thru the shared walls 

of cabinets to run cables 
between cabinets. 

Side Mounted Cabinet 
for Battery Backup System 

(mounted on right side 
of Signal Cabinet) 

Concrete Footing extended 
right to allow Battery Cabinet 

to rest on footing. 

Condu it and Cables for 
Battery Cabinet to be 
installed directly into 

Battery Cabinet thru footing. 

Concrete pad in front 
of Signal Cabinet 
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Push button poles will use a 48” schedule 40, 4” diameter, aluminum pipe 
screwed into a frangible pedestal base that is designed to break away at the 
flange and/or the mid-section around the door to preserve anchor bolts and 
concrete. 
• The pedestal base will have a 6” bolt circle. 
• 4 anchors made of stainless steel threaded rod, washers, and nuts will be 

drilled and epoxied into the concrete. 
• A cable tether system will be used to connect the pole to one of the anchor 

bolts keeping the pole from becoming a projectile in the event of a knock 
down. 

• Shop drawings for approval of the push buttons poles will be submitted.   
 

At the intersections of Willow Run Entrance and Arrowhead Pkwy:   
• No pedestrian push button posts are to be installed; however, the signal 

conduit will be installed to the future post locations as shown on the plans.   
• At these future post locations, a 2” diameter Schedule 40 PVC pipe will be 

used to create a hole in the concrete where the future post will be installed.   
• The PVC pipe will be centered about the future post location.   
• The PVC pipe length will be adequate according to proposed concrete depth.   
• The PVC pipe will permanently remain in the concrete.  
• The top of the PVC pipe will be recessed 1/4” into the concrete.   
• Upon installing the PVC pipe, the signal conduit (leading to the future 

pedestrian push button pole) will be installed up to the top of the PVC pipe.  
The top of the signal conduit will then be capped off.  

• The PVC pipe hole will then be filled with gravel, with the top 2” of the hole 
being filled with grout.  The grout will be blended into the surrounding concrete 
surface to be flush with the surface.  It is anticipated this grout can be removed 
in the future and the pedestrian push button poles can be installed per the 
details.  

• A diagram of the aforementioned items is shown in the diagram below.     
• All costs for this work will be incidental to the bid item “Miscellaneous, 

Electrical”. 

 
 
 
 
 
 
 
 
 
 
 

ACCESSIBLE PEDESTRIAN SIGNAL 
Accessible pedestrian push buttons will be in compliance with sections 4E.08 
through 4E.13 of the 2009 MUTCD. 
• Shop drawings for approval of the push buttons, including materials, 

functionality, and color will be submitted.   
• Accessible pedestrian signals will have both audible and vibrotactile 

walk indications and will be capable of recording speech messages. 
• Accessible pedestrian signals will be in compliance with all MUTCD 

and PROWAG guidance. 
 
Pedestrian crossing signs will be required for each pedestrian push button and 
are allowed to be furnished with the button as a complete assembly.  The 
pedestrian crossing signs will be paid for separately from the pedestrian push 
buttons. Shop drawings depicting the proposed pedestrian crossing sign size, 
design, and language will be submitted.   
 
All costs for furnishing and installing the accessible pedestrian signal including 
labor, materials, and equipment, will be incidental to the contract unit price per 
each for “Accessible Pedestrian Signal”. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
INNERDUCT 
The innerduct conduit will be orange in color and longitudinally ribbed on the 
inside wall. 
 
The innerduct bid items will include furnishing and installing the innerduct, as 
well as all work to seal the traffic interconnect conduit within the junction boxes.   
Innerduct ends will be sealed using a mastic style tape wrapped around the 
end of the innerduct and fiber optic cable.  If innerduct is empty, a heat 
shrinkable cap will be installed over the end of the innerduct.   
 
All costs for the innerduct will be included in the contract unit price per foot for 
“1” Innerduct, SDR 13.5” or “1.5” Innerduct SDR 13.5”. 
 
FIBER OPTIC CABLE  
Fiber optic cable will be furnished and installed by the Contractor.  Fiber optic 
cable will meet all requirements discussed in the City’s specifications.  Each 
fiber optic cable will have buffer tubes containing 12 fiber strands.  
 
25 feet of fiber cable coil will be installed in the side mounted cabinet.  The 
fiber optic cable will be installed continuous from traffic cabinet to traffic 
cabinet.  No splices will be allowed in the fiber optic cable, except in the 
cabinets.  All terminations and/or splicing will be completed by the City of Sioux 
Falls fiber optic specialist.  For questions regarding the fiber optic cabling, 
contact Matt Rock at (605) 941-1143. 
 
No testing will be completed on the fiber optic cable by the Contractor.  All 
testing will be completed by the City outside of this project / contract.  If repairs 
are needed to be completed by the Contractor due to deficiencies found by the 
City during their testing, the Contractor will repair the fiber optic cable as 
required to correct these deficiencies at no cost to the City.  
 
All costs to furnish and install the 24SM fiber optic cable will be included in the 
contract unit price per foot for “24 Strand Fiber Optic Cable”. 
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1" 2" 4" 2" 3" 1" 1.5" 2/2/2/4
3C 

#0000 1C #4 1C #6 1C #12 1C #14 2/C #14 3/C #14 5/C #14 7/C #14 25/C #14
Pole &
Bracket

PC
(EVP & 3c)

24SM 
FO

Conduit2 

Boring
CAT53

(video)
CAT54

(camera)
(Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft)

Transformer JL5 25 50
JL5 JL4 125 130
JL4 JL3 130 140
JL3 M1 15 30
M1 JL2 80 280

JL2 JL1 145 150
JL1 L46 60 75 130
L46 LB1 150 155

JL2 JL6 80 90
JL6 L47 50 60 130
L47 L48 270 280 130
L48 L1 255 270 130
L1 L2 265 280 130
L2 L3 255 265 130
L3 L4 265 275 130
L4 L5 270 280 130
L5 L6 160 70 240 130
L6 L7 270 280 130
L7 L8 205 60 275 130
L8 L9 255 265 130
L9 L10 250 260 130

ECC1 EJF2 100
EJF2 EJF1 150
EJF1 JF1 300 160 400 300

JF1 JF2 970 490 550
JF2 JF3 1140 575 600 150
JF3 JF4 1110 555 600
JF4 JF5 1020 515 650
JF5 JF6 1020 515 550
JF6 JF7 1020 515 550
JF7 JF8 250 130 150
JF8 JF12 190 100 150

CC1 JF11 50 30 400
JF11 JF10 300 310
JF10 JF13 250 260
JF13 JF9 390 400
JF13 JF12 210 220
JF12 JF11 300 160 200

JF11 JF14 820 415 450
JF14 JF15 990 500 550
JF15 JF16 1030 520 550
JF16 JF17 1010 510 650
JF17 JF18 1030 520 550
JF18 JF19 960 485 550

LIGHTING

1 - All cable quantities shown include 6' of slack/coil installed in each junction box, unless shown otherwise.
2 - Incidental to "Miscellaneous, Electrical" bid item.
3 - Incidental to "Video Detection System" bid item.
4 - Incidental to "Surveillance Camera" bid item.

FIBER

Innerduct
SDR 13.5

TABLE FOR CONDUIT & CABLE QUANTITIES

Cable1

P 2042(29) - PCN 06YQ (west Arrowhead Pkwy)
Location to Location

PVC Conduit
Sch 40 Sch 80
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1" 2" 4" 2" 3" 1" 1.5" 2/2/2/4
3C 

#0000 1C #4 1C #6 1C #12 1C #14 2/C #14 3/C #14 5/C #14 7/C #14 25/C #14
Pole &
Bracket

PC
(EVP & 3c)

24SM 
FO

Conduit2 

Boring
CAT53

(video)
CAT54

(camera)
(Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft)

1/2 Mile Intersection
M1 CC1 25 150
CC1 JS3 100 105
JS3 S31 30 35
S31 PB3 10 15
S31 PB4 20 25

JS3 JS2 125 130
JS2 S30 15 20
S30 PB1 10 15
S30 PB2 20 25

JS2 JS1 75 80
JS1 L46 10 15

JS3 JS4 120 125
JS4 S32 10 15
S32 PB5 10 15
S32 PB6 20 25

JS4 JS5 105 110
JS5 S33 15 20
S33 PB7 10 15
S33 PB8 20 25

CC1 S30 230 600 300
CC1 S31 110 340 170
CC1 S32 220 600 300
CC1 S33 340 800 400
CC1 L46 360 360

S30 30 150 125
S31 30 75 85
S32 30 140 115
S33 30 80 90

S30 PB1 30
S30 PB2 40
S31 PB3 30
S31 PB4 40
S32 PB5 30
S32 PB6 40
S33 PB7 30
S33 PB8 40

0 2920 0 790 0 0 0 3345 350 280 0 0 155 0 0 0 0 0 1690 0 0 0 0 0
120 80 100 100 350 14310 50 0 0 0 150 8700 0 280 120 445 415 900 0 2340 8350 450 1530 360
120 3000 100 890 350 14310 50 3345 350 280 150 8700 155 280 120 445 415 900 1690 2340 8350 450 1530 360

TABLE FOR CONDUIT & CABLE QUANTITIES

Location to Location

PVC Conduit Innerduct
Cable1

Sch 40 Sch 80 SDR 13.5

SIGNALS

P 2042(29) - PCN 06YQ Lighting Total:
P 2042(29) - PCN 06YQ Traffic Total:
P 2042(29) - PCN 06YQ Grand Total:

1 - All cable quantities shown include 6' of slack/coil installed in each junction box, unless shown otherwise.
2 - Incidental to "Miscellaneous, Electrical" bid item.
3 - Incidental to "Video Detection System" bid item.

P 2042(29) - PCN 06YQ (west Arrowhead Pkwy)

4 - Incidental to "Surveillance Camera" bid item.
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1" 2" 4" 2" 3" 1" 1.5" 2/2/2/4
3C 

#0000 1C #4 1C #6 1C #12 1C #14 2/C #14 3/C #14 5/C #14 7/C #14 25/C #14
Pole &
Bracket

PC
(EVP & 3c)

24SM 
FO

Conduit2 

Boring
CAT53

(video)
CAT54

(camera)
(Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft)

L11 L12 260 270 260
L12 L13 240 250 130
L13 L14 265 275 130
L14 L15 260 275 130
L15 L16 260 275 130
L16 L17 275 285 130
L17 L18 295 305 130
L18 L19 280 290 130
L19 JL14 60 65

JL14 JL16 135 145
JL16 M3 40 120 25

Transformer JL15 90 110
JL15 JL17 160 180
JL17 M3 15 30

JL16 JL18 150 160
JL18 JL19 100 110

JF20 JF23 700 710
JF23 JF24 1020 1030
JF24 JF25 1010 1020
JF25 JF26 1010 1020
JF26 JF27 660 670

JF27 JF28 260 270
JF28 JF29 300 310
JF29 JF30 210 220
JF30 JF27 250 260

Willow Run Entrance
JS12 JS13 10 15
JS13 FPB1 10 15
JS13 FPB2 20 25

JS12 JS15 105 110
JS15 JS14 25 30
JS14 FPB3 10 15
JF14 FPB4 20 25

JS15 JS18 150 160
JS18 JS17 10 15
JS17 FPB5 10 15
JS17 FPB6 20 25

JS18 JS20 95 100
JS20 JS19 20 25
JS19 FPB7 10 15
JS19 FPB8 20 25

0 2135 0 750 0 0 0 2435 320 120 0 0 295 0 0 0 0 0 1170 0 0 0 0 0
120 65 0 0 350 5420 0 0 0 0 0 6125 0 0 0 0 0 0 0 0 0 0 0 0
120 2200 0 750 350 5420 0 2435 320 120 0 6125 295 0 0 0 0 0 1170 0 0 0 0 0

NH 0042(63)371 - PCN 05C6 (east Arrowhead Pkwy)

TABLE FOR CONDUIT & CABLE QUANTITIES

Location to Location

PVC Conduit Innerduct
Cable1

Sch 40 Sch 80 SDR 13.5

NH 0042(63)371 - PCN 05C6 Traffic Total:
NH 0042(63)371 - PCN 05C6 Gand Total:

3 - Incidental to "Video Detection System" bid item.
4 - Incidental to "Surveillance Camera" bid item.

1 - All cable quantities shown include 6' of slack/coil installed in each junction box, unless shown otherwise.
2 - Incidental to "Miscellaneous, Electrical" bid item.

SIGNALS

NH 0042(63)371 - PCN 05C6 Lighting Total:

FIBER

LIGHTING
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Plotting Date: 1/1/2022 

PROJECT 
 

STATE OF 
SOUTH 

DAKOTA NH 2042(29) NH 0042(63)371 P 1358(02)  L11 L60 

TOTAL 
SHEETS 

       

SHEET 
NO.  

 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

1" 2" 4" 2" 3" 1" 1.5" 2/2/2/4
3C 

#0000 1C #4 1C #6 1C #12 1C #14 2/C #14 3/C #14 5/C #14 7/C #14 25/C #14
Pole &
Bracket

PC
(EVP & 3c)

24SM 
FO

Conduit2 

Boring
CAT53

(video)
CAT54

(camera)
(Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft)

LIGHTING
Transformer JL11 30 50

JL11 M2 15 30
JL11 M4 15 30
M2 JL8 80 350
M4 JL8 80 350

L10 JL7 65 70
JL7 JL8 185 190
JL8 JL12 125 130
JL8 JL13 85 90
JL13 L11 25 35

JL20 JL21 170 80 255
JL21 JL23 200 90 285
JL23 JL9 70 75
JL9 JL10 30 35

LB2 SXL4 100 105 110
SXL4 SXL5 190 200 110
SXL5 SXL6 200 210 110
SXL6 JL22 10 15
JL22 JL8 115 120

JL12 SXL7 140 155 110
SXL7 SXL8 195 210 110
SXL8 SXL9 175 190 110
SXL9 SXL10 170 180 110
SXL10 JL24 50 55

JL24 SXL11 165 175 55
SXL11 SXL12 145 155 55
SXL12 SXL13 65 90 165 55
SXL13 SXL14 155 170 55
SXL14 SXL15 135 140 55
SXL15 to south 5 10

Location to Location

PVC Conduit Innerduct
Cable1

Sch 40 Sch 80 SDR 13.5

TABLE FOR CONDUIT & CABLE QUANTITIES

P 1358(02) - PCN 05C2 (Six Mile Road)

1 - All cable quantities shown include 6' of slack/coil installed in each junction box, unless shown otherwise.
2 - Incidental to "Miscellaneous, Electrical" bid item.
3 - Incidental to "Video Detection System" bid item.
4 - Incidental to "Surveillance Camera" bid item.

REV DATE: 1/12/2022    INITIAL: LRM
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Plotting Date: 1/1/2022 

PROJECT 
 

STATE OF 
SOUTH 

DAKOTA NH 2042(29) NH 0042(63)371 P 1358(02)  L12 L60 

TOTAL 
SHEETS 

       

SHEET 
NO.  

 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

1" 2" 4" 2" 3" 1" 1.5" 2/2/2/4
3C 

#0000 1C #4 1C #6 1C #12 1C #14 2/C #14 3/C #14 5/C #14 7/C #14 25/C #14
Pole &
Bracket

PC
(EVP & 3c)

24SM 
FO

Conduit2 

Boring
CAT53

(video)
CAT54

(camera)
(Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft)

JF31 JF32 500 510
JF32 JF33 570 580
JF33 JF20 140 150

CC2 JF20 50 30 400
JF20 JF21 250 260
JF21 JF22 370 380
JF22 JF19 270 280
JF19 JF20 400 410

JF21 JF34 170 180
JF34 JF35 630 640
JF35 JF36 440 450
JF36 JF37 920 930
JF37 JF38 580 590

P 1358(02) - PCN 05C2 (Six Mile Road)
Location to Location

PVC Conduit Innerduct
Cable1

Sch 40 Sch 80 SDR 13.5

1 - All cable quantities shown include 6' of slack/coil installed in each junction box, unless shown otherwise.
2 - Incidental to "Miscellaneous, Electrical" bid item.
3 - Incidental to "Video Detection System" bid item.
4 - Incidental to "Surveillance Camera" bid item.

FIBER

TABLE FOR CONDUIT & CABLE QUANTITIES

REV DATE: 1/12/2022    INITIAL: LRM

' 

l 
' 

' I I 

' I 
I l l I l I 

I I 
l l I l 

l l 

l l 
I 

l 
I l j l 

I 

j j 

' 

l I 

j j l j l l l l 
' l J l l J 

-
' 

I I I I I I I I I I I I I I I I I I I 
' 

' 

-

FOR BIDDING PURPOSES ONLY



 

 

Plotting Date: 1/1/2022 

PROJECT 
 

STATE OF 
SOUTH 

DAKOTA NH 2042(29) NH 0042(63)371 P 1358(02)  L13 L60 

TOTAL 
SHEETS 

       

SHEET 
NO.  

 
 
 

 

1" 2" 4" 2" 3" 1" 1.5" 2/2/2/4
3C 

#0000 1C #4 1C #6 1C #12 1C #14 2/C #14 3/C #14 5/C #14 7/C #14 25/C #14
Pole &
Bracket

PC
(EVP & 3c)

24SM 
FO

Conduit2 

Boring
CAT53

(video)
CAT54

(camera)
(Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft) (Ft)

Six Mile Road
M2 CC2 25 150
CC2 JS8 60 65
JS8 S2 40 45
S2 PB11 10 15
S2 PB12 20 25

JS8 JS7 185 190
JS7 JS6 70 75
JS6 L10 10 15
JS7 S1 15 20
S1 PB9 10 15
S1 PB10 20 25

JS8 JS9 135 140
JS9 S3 15 20
S3 PB13 30 35
S3 PB14 40 45

JS9 JS10 170 175
JS10 S4 40 45
S4 PB15 20 25
S4 PB16 30 35

CC2 S1 260 700 350
CC2 S2 100 370 185
CC2 S3 230 600 300
CC2 S4 410 900 450
CC2 L10 325 325

S1 30 175 110
S2 30 175 110
S3 30 145 185
S4 30 135 90

S1 PB9 30
S1 PB10 40
S2 PB11 30
S2 PB12 40
S3 PB13 50
S3 PB14 60
S4 PB15 40
S4 PB16 50

0 2175 0 1275 0 0 0 2655 110 700 0 0 765 0 0 0 0 0 1045 0 0 0 0 0
180 120 60 95 490 5240 50 0 0 0 150 6400 0 340 120 630 495 1000 0 2570 400 0 1610 325
180 2295 60 1370 490 5240 50 2655 110 700 150 6400 765 340 120 630 495 1000 1045 2570 400 0 1610 325

TABLE FOR CONDUIT & CABLE QUANTITIES

Location to Location

PVC Conduit Innerduct
Cable1

Sch 40 Sch 80 SDR 13.5

3 - Incidental to "Video Detection System" bid item.
4 - Incidental to "Surveillance Camera" bid item.

P 1358(02) - PCN 05C2 (Six Mile Road)

P 1358(02) - PCN 05C2 Traffic Total:
P 1358(02) - PCN 05C2 Grand Total:

SIGNALS

1 - All cable quantities shown include 6' of slack/coil installed in each junction box, unless shown otherwise.
2 - Incidental to "Miscellaneous, Electrical" bid item.

P 1358(02) - PCN 05C2 Lighting Total:

REV DATE: 1/12/2022    INITIAL: LRM

FOR BIDDING PURPOSES ONLY
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1 EACHTRAFFIC SIGNAL CABINET AND CONTROLLER
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367 FTSPAN WIRE CABLE
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R

4 EACHWOOD UTILITY POLE
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ESTIMATE OF QUANTITIES
P 1358(02) - PCN 05C2
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8

8

EACH

EACH

EACH
PEDESTRIAN CROSSING SIGN
(R10-3e)
(LEFT-4, RIGHT-4)

PEDESTRIAN PUSH BUTTON POLE
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4 EACH

1 EACH
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EMERGENCY VEHICLE PREEMPTION UNIT
(4-CHANNEL)
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DON'T START
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WATCH FOR
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84 SECTION VEHICLE SIGNAL HEAD
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ESTIMATE OF QUANTITIES
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*INCLUDED IN THE BID ITEM "MISCELLANEOUS, ELECTRICAL"

LUMP SUM*REMOVE EXISTING ELECTRICAL JUNCTION BOX
(EJB1)

KEY ITEM QUANTITY UNIT QUANTITY UNITITEM

ESTIMATE OF QUANTITIES
NH 2042(29) - PCN 06YQ

REMOVAL ITEMS
NH 2042(29) - PCN 06YQ

T

3" RIGID CONDUIT, SCHEDULE 80

1/C #12 AWG COPPER WIRE

ELECTRICAL SERVICE CABINET
(M1)
   SINGLE METER PEDESTALS = 0
   DOUBLE METER PEDESTALS = 1 = M1

1/C #4 AWG COPPER WIRE

2/2/2/4 ALUMINUM WIRE

EACH

EACH

EACH

EACH

EACH

FT

26

1" RIGID CONDUIT, SCHEDULE 40

1.5" INNERDUCT, SDR 13.5

1/C #6 AWG COPPER WIRE

13

120.0

24" DIAMETER ELECTRICAL JUNCTION BOX
(JL1-JL6,JS1,JS2,JS5,JF2,JF3,JF5-JF10,JF12-JF18)
30" DIAMETER ELECTRICAL JUNCTION BOX
(JS3,JS4,JF1,JF4,JF11)

24

5

1

2" RIGID CONDUIT, SCHEDULE 80 890

14310

50

3345

280

150

8700

350

1" INNERDUCT, SDR 13.5

120

2' DIAMETER FOOTING
(L46-L48, L1-L10)

BREAKAWAY BASE LUMINAIRE POLE,
50' MOUNTING HEIGHT W/ TWIN 8' ARMS
(L46-L48, L1-L10)
ROADWAY LUMINAIRE, LED WITH PHOTOELECTRIC CELL
(L46-L48, L1-L10)

L F

L T F

M

#12

3"
SCH
80

2/2/2/4

#4

1"
SCH
40

ID
1.5"

#6

ID
1"

2"
SCH
80

2/C #10 AWG COPPER POLE AND BRACKET CABLE 1690

24 STRAND FIBER OPTIC CABLE 835024
FIBER

FT

FT

FT

FT

FT

FT

FT

FT

FT

FT

FT

2" RIGID CONDUIT, SCHEDULE 40 3000 FT

1/C #14 AWG COPPER WIRE 155#14 FT

2"
SCH
40

4" RIGID CONDUIT, SCHEDULE 40 100
4"

SCH
40 FT

3/C #0000 ALUMINUM WIRE (TRIPLEX) 350#0000 FT

KEY

EACH
LOCATOR BALL
(LB1) 1

CONDUIT BORING* 450* FT

*INCIDENTAL TO "MISCELLANEOUS, ELECTRICAL".

PROJECT SHEET
NO.

TOTAL
SHEETSSTATE OF

SOUTH
DAKOTA NH 2042(29)  P 1358(02)  NH 0042(63)371

C
:\p

w
w

or
ki

ng
\c

en
tra

l0
1\

d1
22

70
22

\z
L3

_S
ec

tio
n 

L 
lig

ht
-s

ig
na

l l
ay

ou
ts

.d
w

g
PL

O
T 

D
AT

E:
 1

/1
/2

02
2 

5:
01

 P
M

  M
cQ

ue
en

, L
an

ce

L18 L60Conduit Layout
Arrowhead Pkwy

40200

REV DATE: 1/12/2022    INITIAL: LRM

~ -v= 
1,,-

o-@-o -

I- 0 

0 

-----------
QQQ 

----------- ••• 
0 

r1-= 
0 

0 
0 
0 ~ o 
0 

~ - 0 
- o 

( ) 
( ) 
( ) 

( ) 

a 
I 

I 
?' 

"' 

I 
- -
--

-----------
f---_ 

-- @ 

C----

,-, 
I I' ... 

\ " \ ...... ""\ • < 
I ,1 •~ ,_,,_, 

-

' I 

I 

L, 

/ II\\ ?' ~ 

?' ~ 

~ 

I 

I 

I 
I 

I 
I 
I 
I 
I 

I 

I 
I 

I 
I ' I 

0 

I 
I 

J,1--------

- - - =r = = = - ~ 
11 

11 

\\ 

0 

' l 

- 7 

"' 
~ 

"" "" "" 

,, 

I 
I 

- -

"" "" - ~ 

~ -

,.... 

------- ------- ----

-----

I 
I 

---
------------ ---- -

FOR BIDDING PURPOSES ONLY



UE
U

E
U

E

SDN/FIB

SDN/FIB

SDN/FIB

T

T

T
T

T

T

T T T

T
T

T
T

T
T

T
T

S

S

S

S

S

OHE OHE OHE OHE

O
H

E

OHE

OHE

O
H

E
OHE

OHE

O
H

E
O

H
E

UE
UE UE UE

O
H

E
O

H
E

CLNK

CLNK

CLNK

CLNK

T
T

T

T

16''W

16''W
16''W

16''W
16''W

16''W
16''W

16''W
16''W

M
C

W
C

MCWC
MCWC

MCWC

F F F

F
F

F

F

F

G

G

G
G

G

ID
0.5"

ID
0.5"

24/12
FIBER

ID
0.5"

ID
0.5"

24/12
FIBER

2.5'
RG
SC

2"
SCH
80

3
#4

ES13 ES14

ES15
ES16

6
#6

1
#10

1
#10

EXISTING TRANSFORMER
 - POLE MOUNTED
120/240 v.a.c., 10kVA, 60Hz
Single Phase, 3 Wire Service
by Sioux Valley Energy
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EXISTING TRANSFORMER
 - POLE MOUNTED

120/240 v.a.c., 15kVA, 60Hz
Single Phase, 3 Wire Service

by Xcel Energy
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(TO OPTICAL DETECTORS)
   (1 PC FOR THE PREEMPTION UNIT)
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1

5C
5/C #14 AWG IMSA COPPER CABLE, K1
(TO 3 SECTION SIGNAL HEADS)
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(FOR FIBER OPTIC CABLE)
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Present SD 42

STA 174+16.49-1.8' RT

STA 174+99.15-38.2' LT
STA 176+75.63-0.0' RT
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Present SD 42

STA 179+36.28-0.0' RT
STA 181+83.07-3.1' RT
STA 184+41.85-6.0' LT

STA 184+95.75-37.0' LT
STA 179+88.21-37.8' LT
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STA 187+04.95-6.0' LT
STA 189+27.60-3.7' RT
STA 189+93.49-37.8' LT
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Present SD 42
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STA 191+92.30-5.7' RT
STA 194+51.24-15.2' RT
STA 194+97.42-38.1' LT
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*INCLUDED IN THE BID ITEM "MISCELLANEOUS, ELECTRICAL"

LUMP SUM*REMOVE EXISTING ELECTRICAL JUNCTION BOX
(EJS2, EJS3)

QUANTITY UNITKEY ITEM

REMOVAL ITEMS
NH 0042(63)371 - PCN 05C6
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KEY ITEM QUANTITY UNIT

ESTIMATE OF QUANTITIES
NH 0042(63)371 - PCN 05C6
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3" RIGID CONDUIT, SCHEDULE 80

1/C #12 AWG COPPER WIRE

ELECTRICAL SERVICE CABINET
(M3)
   SINGLE METER PEDESTAL = 0
   DOUBLE METER PEDESTAL = 1 = M3

1/C #4 AWG COPPER WIRE

2/2/2/4 ALUMINUM WIRE

EACH

EACH
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EACH
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FT

18

1" RIGID CONDUIT, SCHEDULE 40

9

81.0

24" DIAMETER ELECTRICAL JUNCTION BOX
(JL13-JL19,JS11,JS12,JS20,JF23,JF24,JF26,JF27,JF30)
30" DIAMETER ELECTRICAL JUNCTION BOX
(JS15,JS18,JF25,JF28,JF29)

15

5

1

2" RIGID CONDUIT, SCHEDULE 80 750

5420

2435

120

6125

350

1" INNERDUCT, SDR 13.5

120

2' DIAMETER FOOTING
(L11-L19)

BREAKAWAY BASE LUMINAIRE POLE,
50' MOUNTING HEIGHT W/ TWIN 8' ARMS
(L11-L19)
ROADWAY LUMINAIRE, LED WITH PHOTOELECTRIC CELL
(L11-L19)
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3/C #0000 ALUMINUM WIRE (TRIPLEX) 320#0000 FT
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REMOVE EXISTING
1 SECTION SIGNAL HEAD
FROM THE TOP OF THE
EXISTING STOP SIGN
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1
2/2/2/4 2"
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ITEM STATION-OFFSET
PROPOSED ITEM LOCATIONS

L14
L15

JF25

REMOVAL ITEMS
EJS4

L16
JF24

1
#12

1
#12

1
#12

1
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STA 209+58.46-0.0' LT

STA 209+71.32-41.2' LT

STA 212+13.44-0.0' RT
STA 214+69.66-0.0' RT

STA 214+98.99-40.1' LT
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L17 L18

Arrowhead Pkwy   Present SD 42

216+00 217+00 218+00 219+00 220+00 221+00
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1"

ID
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JF26

2"
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40

1
2/2/2/4 2"
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1
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ITEM STATION-OFFSET
PROPOSED ITEM LOCATIONS

L17
L18
JF26

1
#12

1
#12

1
#12

1
#121

#12
1

#12

STA 217+50.01-0.0' RT

STA 219+95.43-40.2' LT
STA 220+26.89-7.5' LT
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Arrowhead Pkwy   Present SD 42
Arrowhead Pkwy   Present SD 42

W
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222+00 223+00 224+00 225+00 226+00 227+00

ID
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1" JF27
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JF29
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SCH
40

1
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F
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F
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L
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JL15 M3

JL17

JL18

JL19

JL16

JS12

JS15

JS18

JS17

JS20

FS3

FS4

JS13
JS14

JS19

JS16

FPB1

FPB2
FPB3

FPB4

FPB6

FPB5

FPB7

FPB8

FUTURE SIGNAL POLE
TYPICAL (FS)

JS11

FUTURE TRAFFIC SIGNAL
CONTROLLER CABINET

JL14

EXISTING TRANSFORMER
 - GROUND MOUNTED
120/240 v.a.c., 15kVA, 60Hz
Single Phase, 3 Wire Service
by Sioux Valley Energy

PROPOSED ITEM LOCATIONS PROPOSED ITEM LOCATIONSPROPOSED ITEM LOCATIONS
ITEM STATION-OFFSET
L19
JL14

ITEM STATION-OFFSET
FPB1
FPB2

SEE SECTION B
SEE SECTION B
SEE SECTION B
SEE SECTION B
SEE SECTION B
SEE SECTION B
SEE SECTION B
SEE SECTION B

ITEM STATION-OFFSET

JS16
JS17

JL15

JL17
JL18

JF28
JF29
JF30

FPB3
FPB4
FPB5
FPB6
FPB7
FPB8JS18

JS19
JS20
M3

JL19

JL16

JS12
JS13
JS14
JS15

JF27

JS11

1
#12

1
#12

STA 224+57.20-69.2' LT

STA 224+54.74-65.8' LT

STA 224+50.26-63.6' LT

STA 224+44.24-65.5' LT

STA 224+35.03-64.4' LT

STA 224+26.92-65.9' LT
STA 224+11.45-67.1' LT

STA 223+31.09-61.5' LT STA 223+29.17-56.9' LT
STA 223+25.92-54.8' LTSTA 223+23.05-53.9' LT

STA 223+06.31-56.5' LT

STA 222+99.16-7.5' LTSTA 222+95.87-7.5' LT

STA 224+16.46-55.7' RT
STA 224+13.25-61.1' RT

STA 224+09.51-64.5' RT

STA 224+04.91-67.3' RT
STA 223+28.78-60.8' RT

STA 223+19.09-58.6' RT

STA 223+20.66-61.2' RT
STA 223+12.05-60.5' RT
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EXISTING TRANSFORMER
 - GROUND MOUNTED

120/240 v.a.c., 15kVA, 60Hz
Single Phase, 3 Wire Service

by Sioux Valley Energy
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SXL4

Six Mile Road

4003+00 4004+00 4005+00 4006+00 4007+00 4008+00
4009+00
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40
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SCH
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2/2/2/4

ID
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LB2
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1
#142"
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1
#14

ITEM STATION-OFFSET
PROPOSED ITEM LOCATIONS

SXL4
LB2

JF31

JL20

JL20

KEY ITEM QUANTITY UNIT

ESTIMATE OF QUANTITIES
P 1358(02) - PCN 05C2

T

3" RIGID CONDUIT, SCHEDULE 80

1/C #12 AWG COPPER WIRE

ELECTRICAL SERVICE CABINET
(M2, M4)
   SINGLE METER PEDESTAL = 1 = M2
   DOUBLE METER PEDESTAL = 1 = M4

1/C #4 AWG COPPER WIRE

2/2/2/4 ALUMINUM WIRE

EACH

EACH

EACH

EACH

EACH

FT

19

1" RIGID CONDUIT, SCHEDULE 40

1.5" INNERDUCT, SDR 13.5

1/C #6 AWG COPPER WIRE

5

96.0

24" DIAMETER ELECTRICAL JUNCTION BOX
(JL7-12,JL20-24,JS6,JS7,JS10,JF19,JF22,JF31-JF35,JF37,JF38)
30" DIAMETER ELECTRICAL JUNCTION BOX
(JS8,JS9,JF20,JF21,JF36)

23

5

2

2" RIGID CONDUIT, SCHEDULE 80 1370

5240

50

2655

700

150

6400

490

1" INNERDUCT, SDR 13.5

180

2' DIAMETER FOOTING
(SXL4-SXL15)

ROADWAY LUMINAIRE, LED WITH PHOTOELECTRIC CELL
(SXL4-SXL15)

L F

L T F

M
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80

2/2/2/4

#4

1"
SCH
40

ID
1.5"

#6
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2"
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80

2/C #10 AWG COPPER POLE AND BRACKET CABLE 1045

24 STRAND FIBER OPTIC CABLE 40024
FIBER

FT

FT

FT

FT

FT

FT

FT

FT

FT

2" RIGID CONDUIT, SCHEDULE 40 2295 FT

1/C #14 AWG COPPER WIRE 765#14 FT

2"
SCH
40

4" RIGID CONDUIT, SCHEDULE 40 60
4"

SCH
40 FT

3/C #0000 ALUMINUM WIRE (TRIPLEX) 110#0000 FT

BREAKAWAY BASE LUMINAIRE POLE,
40' MOUNTING HEIGHT W/ 8' ARM
(SXL11-SXL15)

FT

FT

EACH7
BREAKAWAY BASE LUMINAIRE POLE,
40' MOUNTING HEIGHT W/ TWIN 8' ARMS
(SXL4-SXL10)

LOCATOR BALL
(LB2) EACH1

STA 4007+01.98-38.5' LT
STA 4007+04.53-36.8' LT
STA 4007+01.39-5.5' RT
STA 4007+96.97-0.0' RT
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SCH
40 1
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1
#142"

SCH
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1
#14

ITEM STATION-OFFSET
PROPOSED ITEM LOCATIONS

SXL5
SXL6
JL21

JF33

Present Six Mile Road

JL21

JL23

JF33

JF32

JL22
JL23

SXL7

STA 4009+37.30-38.2' LT

STA 4009+40.93-36.5' LT

STA 4009+79.48-0.0' RT
STA 4011+70.58-7.5' LT

STA 4011+74.89-7.6' LT
STA 4012+00.23-48.4' LT

STA 4012+02.29-49.6' LT
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ID
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1
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1
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ID
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ID
1"

1
#12

1
#12

2"
SCH
801

2/2/2/4

JF34

JF36

JF35

JL24

ITEM STATION-OFFSET
PROPOSED ITEM LOCATIONS

SXL7
SXL8
SXL9

JF35
JF36

SXL10
JL24
JF34

SXL7

STA 4014+15.55-38.3' LT

STA 4014+41.09-7.5' RT
STA 4016+26.51-7.5' RT
STA 4017+93.55-1.9' RT
STA 4019+44.32-0.0' LT

STA 4019+76.81-40.1' LT

STA 4019+79.96-38.1' LT

STA 4017+36.04-38.2' LT
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JF36

JL24

ITEM STATION-OFFSET
PROPOSED ITEM LOCATIONS

SXL11
SXL12

ID
1"

ID
1"

1
#12

1
#12

STA 4021+52.03-37.9' LT
STA 4022+89.82-33.7' LT
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ID
1"

1
#12

1
#12

ID
1"

ID
1"

1
#12

1
#12

2"
SCH
40

STUB CONDUIT OUT
5' TO THE SOUTH.
INSTALL CAP ON
SOUTH END OF
PROPOSED CONDUIT.

1
#14

JF37

JF38

ITEM STATION-OFFSET
PROPOSED ITEM LOCATIONS

SXL13
SXL14
SXL15
JF37
JF38

Present Six Mile Road

STA 4024+34.22-35.9' LT

STA 4024+36.65-33.6' LT
STA 4025+72.47-33.7' LT
STA 4026+94.33-33.7' LT

STA 4026+98.00-35.9' LT
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161+00 162+00 163+00 164+00 165+00 166+00 167+00 168+00 169+00 170+00 171+00 172+00 173+00 174+00 175+00 176+00 177+00 178+00 179+00 180+00

1VIDEO DETECTION SYSTEM
(PAID PER INTERSECTION)

KEY ITEM QUANTITY UNIT
EACH

4*
VIDEO DETECTION CAMERA - 4 CAMERAS OPTION
(MOUNTED ON MAST ARM OF SIGNAL POLE)
(POSITIONED TO DETECT ZONES SHOWN)

EACH

*INCIDENTAL TO "VIDEO DETECTION SYSTEM"

LANE

HALF OF
LANE WIDTH

6' 10' 26'

ALIGN WITH FRONT
OF STOP BAR

VIDEO DETECTION ZONE DETAIL

zone
zone

6'

zone

VARIES
(>100')

STA PER
PLAN VIEW

1*
VIDEO DETECTION CAMERA - SINGLE CAMERA OPTION
(MOUNTED ON ARM OF LUMINAIRE POLE)
(POSITIONED TO DETECT ZONES SHOWN)

EACH

ESTIMATE OF QUANTITIES
NH 2042(29) - PCN 06YQ

Arrowhead Pkwy

1 2 M
ile

 In
te

rs
ec

tio
n

1 2 M
ile

 In
te

rs
ec

tio
n

Arrowhead Pkwy

400' NORTH OF SINGLE CAMERA

FOR THE SINGLE DETECTION CAMERA OPTION,
THE SINGLE CAMERA WILL DETECT TO THIS LOCATION OR

TO THE FURTHEST EXTENT POSSIBLE WITH A SINGLE CAMERA.
NO ADDITIONAL CAMERAS WILL BE INSTALLED

TO THE NORTH WITH THE SINGLE CAMERA OPTION.

400' SOUTH OF SINGLE CAMERA

FOR THE SINGLE DETECTION CAMERA OPTION,
THE SINGLE CAMERA WILL DETECT TO THIS LOCATION OR
TO THE FURTHEST EXTENT POSSIBLE WITH A SINGLE CAMERA.
NO ADDITIONAL CAMERAS WILL BE INSTALLED
TO TH SOUTH WITH THE SINGLE CAMERA OPTION.

Present SD 42 Present SD 42

165.0' 200.0' 220.0'

165.0'200.0'

220.0'

INSTALL PROPOSED VIDEO DETECTION CAMERA
ON SOUTH ARM OF TWIN LUMINAIRE POLE

VIDEO DETECTION NOTES:
FOR THE 12 MILE INTERSECTION, THE DILEMMA
DETECTION ZONE WILL BE SET AS FOLLOWS:

- EAST-WEST ON ARROWHEAD PKWY
· FOR 45MPH VEHICLE SPEEDS THAT ARE 5.5 AND 2.5

SECONDS OF TRAVEL TIME FROM THE STOP BAR.
· FOR 50MPH VEHICLE SPEEDS THAT ARE 8.5

SECONDS OF TRAVEL FROM THE STOP BAR.

- NORTH-SOUTH ON 12 MILE INTERSECTION ROAD
· SEE NOTES ON THIS SHEET
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+0
0

40
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+0
0

40
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+0
0

40
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+0
0

40
15

+0
0

40
16

+0
0

40
17

+0
0

4018+00

4019+00

4020+00
4021+00 4022+00

1VIDEO DETECTION SYSTEM
(PAID PER INTERSECTION)

KEY ITEM QUANTITY UNIT
EACH

4*
VIDEO DETECTION CAMERA - 4 CAMERAS OPTION
(MOUNTED ON MAST ARM OF SIGNAL POLE)
(POSITIONED TO DETECT ZONES SHOWN)

EACH

*INCIDENTAL TO "VIDEO DETECTION SYSTEM"

LANE

HALF OF
LANE WIDTH

6' 10' 26'

ALIGN WITH FRONT
OF STOP BAR

VIDEO DETECTION ZONE DETAIL

zone
zone

6'

zone

VARIES
(>100')

STA PER
PLAN VIEW

1*
VIDEO DETECTION CAMERA - SINGLE CAMERA OPTION
(MOUNTED ON ARM OF LUMINAIRE POLE)
(POSITIONED TO DETECT ZONES SHOWN)

EACH

ESTIMATE OF QUANTITIES
P 1358(02) - PCN 05C2

Six Mile Road

Arrowhead Pkwy   Present SD 42
Arrowhead Pkwy   Present SD 42

Six M
ile R

oad

200.0' 240.0' 265.0'

165.0'200.0'

VIDEO DETECTION NOTES:
FOR THE SIX MILE INTERSECTION, THE DILEMMA
DETECTION ZONE WILL BE SET AS FOLLOWS:

- EASTBOUND ON ARROWHEAD PKWY
· FOR 45MPH VEHICLE SPEEDS THAT ARE 5.5 AND 2.5

SECONDS OF TRAVEL TIME FROM THE STOP BAR.
· FOR 50MPH VEHICLE SPEEDS THAT ARE 8.5

SECONDS OF TRAVEL FROM THE STOP BAR.

- WESTBOUND ON ARROWHEAD PKWY
· FOR 55MPH VEHICLE SPEEDS THAT ARE 5.5 AND 2.5

SECONDS OF TRAVEL TIME FROM THE STOP BAR.
· FOR 60MPH VEHICLE SPEEDS THAT ARE 8.5

SECONDS OF TRAVEL FROM THE STOP BAR.

- NORTH-SOUTH ON SIX MILE INTERSECTION ROAD
· FOR 35MPH VEHICLE SPEEDS THAT ARE 5.5 AND 2.5

SECONDS OF TRAVEL TIME FROM THE STOP BAR.
· FOR 40MPH VEHICLE SPEEDS THAT ARE 8.5

SECONDS OF TRAVEL FROM THE STOP BAR.

220.0'

130.0'

175.0'

155.0'

130.0'

155.0'

175.0'

INSTALL PROPOSED VIDEO DETECTION CAMERA
ON SOUTH ARM OF TWIN LUMINAIRE POLE

Six Mile Road
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L45 L60Signal Wiring Diagram
1
2 Mile Intersection

CORNER S32 - Southeast CORNER S33-Southwest 
Cable# or Controller Cable# or 

color color 
Phase# 2 Terminal Phase #4 
Head No. Wire Color Head Color Designation Head No. Wire Color Head Color 
11,12,13 Red Red 2R 16,17 Red Red 

Oranae Amber 2Y Oranae Amber 
Green Green 2G Green Green 
White Ground/neutral CB White Ground/neutral 

Phase# 2 Ped Phase #4 Ped 
Head No. Head No. 

23 Black Don't Walk 9R 25 Black Don't Walk 
Blue Walk 9G Blue Walk 

White/Black Ground/neutral CB White/Black Ground/neutral 

Phase# 8 Ped Phase# 2 Ped 
Head No. Head No. 

24 Black/White Don't Walk 12 R 26 Black/White Don't Walk 
Blue/Black Walk 12 G Blue/Black Walk 

White/Black Ground/neutral CB White/Black Ground/neutral 

Phase #5 Phase# 7 
Head No. Head No. 

10 Red/Black <<Red<< 5R 15 Red/Black <<Red<< 
Oranae/Black <<Amber<< 5Y Oranae/Black <<Amber<< 
Green/Black <<Green<< 11Y Green/Black <<Green<< 
Black/Red <FL Amber<- 5G Black/Red <FL Amber<-

White Ground/neutral CB White Ground/neutral 

Phase #7 Phase# 1 
Head No. Head No. 

14 Red/Green <<Red<< 7R 18 Red/Green <<Red<< 
Oranae/Red <<Amber<< 7Y Oranae/Red <<Amber<< 
Green/White <<Green<< 12Y Green/White <<Green<< 
Blue/White <FL Amber<- 7G Blue/White <FL Amber<-

White Ground/neutral CB White Ground/neutral 

Phase #7 
Head No. 

13 Red 
Oranqe See Phase #2, Head No. 13 above 
Green 

Black/0-anqe <<Amber>> 3Y 
Black/Green <<Green<< 3G 

White Ground/neutral CB 

PED. P.B.' s PED. P.B.' s 
Blue/Red Phase 2 L 11 Blue/Red Phase 2 
Red/Wlile Phase 4 L9 Red/while Phase 4 
Blue/Red Phase 6 011 Blue/Red Phase 6 
Red/W1ile Phase 8 09 Red/white Phase 8 
White/Red P.B. common R9~12 White/Red P.B. common 

CORNER S30-Northwest 
Controller 

Terminal Phase# 6 
Designation Head No. 

4R 2,3,4 
4Y 
4G 
CB 

Phase# 6 Ped 
Head No. 

10 R 19 
10G 
CB 

Phase #4 Ped 
Head No. 

9R 20 
9G 
CB 

Phase# 1 
Head No. 

7R 
7Y 
12 Y 
7G 
CB 

Phase# 3 
Head No. 

1 R 5 
1 y 
9Y 
1 G 
CB 

Phase# 3 
Head No. 

4 

PED. P.B.' s 
L 11 

L9 
011 
09 

R9~12 

PHASING DIAGRAM 

4 7 

1 l 

Wire Color 
Red 

Oranae 
Green 
White 

Black 
Blue 

White/Black 

Black/White 
Blue/Black 

Whtte/Black 

Red/Black 
Oranae/Black 
Green/Black 
Black/Red 

White 

Red/Green 
Oranae/Red 
Green/White 
Blue/White 

White 

Red 
Oranqe 
Green 

Black/OranQe 
Black/Green 

White 

Blue/Red 
Red/while 
Blue/Red 
Red/white 
White/Red 

2 ~ 

~6 
Arrowhead Pkwy r 1 

Cable# or Controller 
color 

Terminal 
Head Color Designation 

Red 6R 
Amber 6Y 
Green 6G 

Ground/neutral CB 

Don't Walk 11 R 
Walk 11G 

Ground/neutral CB 

Don't Walk 10 R 
Walk 10G 

Ground/neutral CB 

<<Red<< 1 R 
<< ArrtJer << 1 y 
<<Green<< 9Y 
<FL Amber<- 1G 
Ground/neutral CB 

<<Red<< 3R 
<<Amber<< 3Y 
<<Green<< 10 Y 
<FL Amber<- 3G 
Ground/neutral CB 

See Phase #6, Head No. 4 above 

<<Amber>> 7Y 
<<Green<< 7G 

Ground/neutral CB 

Phase 2 L 11 
Phase 4 L9 
Phase 6 011 
Phase 8 09 

P.B. common R9~12 

CORNER S31-Northeast 
Cable# or Controller 

color 
Phase# 8 Terminal 
Head No. WireCobr Head Color Designation 

7,8 Red Red BR 
0-anae Amber BY 
Green Green BG 
White Ground/neutral CB 

Phase# 8 Ped 
Head No. 

21 Black Don't Walk 12 R 
Blue Walk 12 G 

White/Black Ground/neutral CB 

Phase# 6 Ped 
Head No. 

22 Black/White Don't Walk 11 R 
Blue/Black Walk 11 G 

White/Black Ground/neutral CB 

Phase# 3 
Head No. 

6 Red/Black <<Red<< 3R 
Ora nae/Black <<Amber<< 3Y 
Green/Black <<Green<< 10Y 

Black/Red <FL Amber<- 3G 
White Ground/neutral CB 

Phase# 5 
Head No. 

9 Red/Green <<Red<< 5R 
0-anae/Red <<Amber<< 5Y 
Green/White <<Green<< 11 Y 
Blue/White <FL Amber<- 5G 

White Ground/neutral CB 

PED. P.B.' s 
Blue/Red Phase 2 L 11 
Red/while Phase 4 L9 
Blue/Red Phase 6 011 
Red/vvh ite Phase 8 09 
White/Red P.B. common R9~12 

design group, inc. 

FOR BIDDING PURPOSES ONLY
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L46 L60Signal Wiring Diagram
Six Mile Road Intersection

CORNER S3 - Southeast CORNER S4-Southwest CORNER S1-Northwest CORNER S2-Northeast 

Cable# or Controller Cable# or Controller Cable# or Controller Cable# or Controller 
color color color color 

Phase# 2 Terminal Phase #4 Terminal Phase# 6 Terminal Phase# 8 Terminal 
Head No. Wire Color Head Color Desiqnation Head No. Wire Color Head Color Desiqnation Head No. Wire Color Head Color Desiqnation Head No. Wire Color Head Color Desiqnation 
1314 15 Red Red 2R 181920 Red Red 4 R 23 4 Red Red 6R 789 Red Red 8R 

Oranqe Amber 2Y Oranqe Amber 4 Y Oranqe Amber 6Y Oranqe Amber 8Y 
Green Green 2G Green Green 4G Green Green 6G Green Green 8G 
White Ground/neutral CB White Ground/neutral CB White Ground/neutral CB White Ground/neutral CB 

Phase# 2 Ped Phase# 4 Ped Phase# 6 Ped Phase# 8 Ped 
Head No. Head No. Head No. Head No. 

26 Black Don't Walk 9R 28 Black Don't Walk 10 R 22 Black Don't Walk 11 R 24 Black Don't Walk 12 R 
Blue Walk 9G Blue Walk 10 G Blue Walk 11 G Blue Walk 12G 

White/Black Ground/neutral CB White/Black Ground/neutral CB While/Black Ground/neutral CB While/Black Ground/neutral CB 

Phase# 8 Ped Phase# 2 Ped Phase# 4 Ped Phase# 6 Ped 
Head No. Head No. Head No. Head No. 

27 Black/White Don't Walk 12 R 29 Black/White Don't Walk 9R 23 Black/White Don't Walk 10 R 25 Black/White Don't Walk 11 R 
Blue/Black Walk 12G Blue/Black Walk 9G Blue/Black Walk 10G Blue/Black Walk 11 G 

White/Black Ground/neutral CB White/Black Ground/neutral CB While/Black Ground/neutral CB White/Black Ground/neutral CB 

Phase# 5 Phase# 7 Phase# 1 Phase# 3 
Head No. Head No. Head No. Head No. 

1112 Red/Black <<Red<< 5R 17 Red/Black <<Red<< 7R 1 Red/Black <<Red<< 1 R 6 Red/Black <<Red<< 3R 
Oranqe/Black << Amber << 5Y Oranqe/Black << Amber << 7 Y Oranqe/ Black << Amber << 1 y Oranqe/Black <<Amber << 3Y 
Green/Black <<Green<< 11 Y Green/Black <<Green<< 12 Y Green/Black <<Green<< 9Y Green/Black <<Green<< 10Y 
Black/Red <FL Amber<- 5G Black/Red <FL Amber<- 7G Black/Red <FL Amber<- 1 G Black/Red <FL Amber<- 3G 

White Ground/neutral CB White Ground/neutral CB White Ground/neutral CB White Ground/neutral CB 

Phase# 7 Phase# 1 Phase# 3 Phase# 5 
Head No. Head No. Head No. Head No. 

16 Red/Green << Red << 7R 21 Red/Green << Red << 1 R 5 Red/Green << Red << 3R 10 Red/Green <<Red << 5R 
Ora nae/Red <<Amber<< 7Y Ora nae/Red <<Amber<< 1 Y Oranae/Red <<Amber<< 3Y Oranae/Red <<Amber<< 5Y 
Green/White << Green << 12Y Green/White << Green << gy Green/White << Green << 10Y Green/White << Green << 11 Y 
Blue/White <FL Amber <- 7G Blue/White <FL Amber<- 1G Blue/White <FL Amber<- 3G Blue/White <FL Amber<- 5G 

White Ground/neutral CB White Ground/neutral CB White Ground/neutral CB White Ground/neutral CB 

PED. P.B.' s PED. P.B.' s PED. P.B.' s PED. P.B.' s 
Blue/Red Phase 2 L 11 Blue/Red Phase 2 L 11 Blue/Red Phase 2 L 11 Blue/Red Phase 2 L 11 
Red/white Phase 4 L9 Red/white Phase 4 L9 Red/white Phase 4 L9 Red/white Phase 4 L9 
Blue/Red Phase 6 Q 11 Blue/Red Phase 6 Q 11 Blue/Red Phase 6 Q11 Blue/Red Phase 6 Q1 1 
Red/white Phase 8 Q9 Red/white Phase 8 Q9 Red/white Phase 8 Q9 Red/white Phase 8 Q9 

White/Red P.B. common R9 ~12 White/Red P.B. common R 9 ~12 White/ Red P.B. common R9 ~12 White/Red P.B. common R9 ~12 

PHASING DIAGRAM 
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#0000

120/240 V.A.C., 15KVA, 60HZ
SINGLE PHASE, 3 WIRE SERVICE

BY SIOUX VALLEY ENERGY

METER
#0000

BK

WT

BK

100 AMP

100 AMP

50
 A

M
P

CIRCUIT #3
SIGNALS

JL2

JL6

W
T

BK

W
T

BK

L4
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

METER #0000

BK

WT

BK

100 AMP

100 AMP

50
 A

M
P

#6 WIRE TO SIGNAL
CONTROLLER CABINET

M1

PULL WIRE INTO LUMINAIRE.
TERMINATE ON WIRE NUTS.
DO NOT CONNECT.

2/2/2/4 AL FROM EAST.
SEE NEXT SHEET FOR
CONTINUATION.

ALL CIRCUITS WILL BE BONDED IN
ACCORDANCE WITH THE
NATIONAL ELECTRICAL CODE.

NOTE:

LEGEND

15

159W LED LUMINAIRE15

FUSES PER CITY SPECIFICATIONS

#0000

#0000

#4

2/2/2/4 AL

2/2/2/4 AL

L1

N

L2

G L1

N

L2

G

JL5JL4JL3

#4

W
T

BK

W
T

BK

L46
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

LB1

PULL WIRE INTO
LUMINAIRE.

TERMINATE ON
WIRE NUTS.

DO NOT CONNECT.

15

15

2/2/2/4 AL

#14

JL1
2/2/2/4 AL

50
 A

M
P

W
T

BK

W
T

BK

L47
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L48
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L1
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L2
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L3
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

CIRCUIT #1
ARROWHEAD

WEST
LUMINAIRES

CIRCUIT #2
ARROWHEAD

EAST
LUMINAIRES

1515 15 15 15 15

PROJECT SHEET
NO.

TOTAL
SHEETSSTATE OF

SOUTH
DAKOTA NH 2042(29)  P 1358(02)  NH 0042(63)371
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L47 L60Lighting Wiring Diagram
1
2 Mile Intersection

REV DATE: 2/01/2022   INITIAL: LRM

M1 LOAD SUMMARY 

Circuit No. of 159W Load 
Signals ID 

# Luminaires (Amps) 
1 14 L46, Future Lights L40, L41, L42, L43, L44, L45 9.28 
2 12 L47, L48, L1, L2, L3, L4 7.95 
3 1 Signal Cabinet 3.00 

Total: 20.23 
Miniumum Size Required for Main Circuit Breaker*: 50 Amps 0 

Total KVA: 4.85 0J 

*Based Upon an 80% Rated Circuit Breaker 

FOR BIDDING PURPOSES ONLY



#0000

120/240 V.A.C., 15KVA, 60HZ
SINGLE PHASE, 3 WIRE SERVICE

BY SIOUX VALLEY ENERGY

METER
#0000

BK

WT

BK

100 AMP

100 AMP

50
 A

M
P

CIRCUIT #3
SIGNALS

JL8

JL13

W
T

BK

W
T

BK

L15
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

METER #0000

BK

WT

BK

100 AMP

100 AMP

50
 A

M
P

#6 WIRE TO SIGNAL
CONTROLLER CABINET

M4

PULL WIRE INTO LUMINAIRE.
TERMINATE ON WIRE NUTS.
DO NOT CONNECT.

2/2/2/4 AL FROM EAST.
SEE NEXT SHEET FOR
CONTINUATION.

ALL CIRCUITS WILL BE BONDED IN
ACCORDANCE WITH THE
NATIONAL ELECTRICAL CODE.

NOTE:

LEGEND

15

159W LED LUMINAIRE15

FUSES PER CITY SPECIFICATIONS

#0000

#0000

#4

2/2/2/4 AL

2/2/2/4 AL

L1

N

L2

G

L1

N

L2

G

JL11

#4

W
T

BK

W
T

BK

L5
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15
2/2/2/4 AL

JL7
2/2/2/4 AL

50
 A

M
P

W
T

BK

W
T

BK

L11
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L12
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L13
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L14
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

50
 A

M
P

50
 A

M
P

#4 #4

W
T

BK

W
T

BK

L6
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L7
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L8
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L9
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L10
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

2/2/2/4 AL  FROM WEST.
SEE PREVIOUS SHEET FOR

CONTINUATION.

PULL WIRE INTO
LUMINAIRE.

TERMINATE ON
WIRE NUTS.

DO NOT CONNECT.

CIRCUIT #1
SIX MILE
NORTH

LUMINAIRES

CIRCUIT #2
SIX MILE
SOUTH

LUMINAIRES

JL22
2/2/2/4 AL

SXL4
LUMINAIRE

(L1-N)
LUMINAIRE

(L2-N)
WT

BK

WT

BK

WT

BK

WT

BK
10 10

SXL5
LUMINAIRE

(L1-N)
LUMINAIRE

(L2-N)
WT

BK

WT

BK

WT

BK

WT

BK
10 10

SXL6
LUMINAIRE

(L1-N)
LUMINAIRE

(L2-N)
WT

BK

WT

BK

WT

BK

WT

BK
10 10

2/2/2/4 AL

LB2

PULL WIRE INTO
LUMINAIRE.

TERMINATE ON
WIRE NUTS.

DO NOT CONNECT.

#14

105W LED LUMINAIRE10

FUSES PER CITY SPECIFICATIONS

JL12
2/2/2/4 AL

W
T

BK

W
T

BK

SXL7
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

10

W
T

BK

W
T

BK

SXL8
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

10

W
T

BK

W
T

BK

SXL9
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

10

W
T

BK

W
T

BK

SXL10
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

10

SXL11
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

10

SXL12
LUMINAIRE

(L2-N)

W
T

BK

W
T

BK

10

SXL13
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

10

SXL15
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

10101010 10

2/2/2/4 AL

JL20

#14

#14

JL21

JL23

JL9
JL10

JL24

SXL14
LUMINAIRE

(L2-N)

W
T

BK

W
T

BK

10

TERMINATE WIRE
WITH WIRE NUTS,

TYPICAL

TERMINATE ON WIRE NUTS.
DO NOT CONNECT.

METER
#0000

BK

WT

BK

100 AMP

100 AMP

CIRCUIT #1
ARROWHEAD

WEST
LUMINAIRES

#0000

L1

N

L2

CIRCUIT #2
ARROWHEAD

EAST
LUMINAIRES

G

M2

15 15 15 15 15 15

1515 15 15 15
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NO.

TOTAL
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L48 L60Lighting Wiring Diagram
Six Mile Road

REV DATE: 2/01/2022   INITIAL: LRM

0 

0 

Circuit No. of 159W 

# Luminaires 
1 12 
2 10 

Circuit No. of 105W 
# Luminaires Signals 

13 

M2 LOAD SUMMARY 

ID 

L5. L6, L7, LS. L9, L 10 
L 11 , L 12. L13, L14, L 15 

Load 
(Amps) 

7.95 
6.63 

Total: 14.58 
Mini umum Size Required for Main Circuit Brea ke r": 50 Amps 

M4 LOAD SUMMARY 

ID 

SXL4, SXL5, SXL6 

Total KVA: 3.50 

Load 
(Amps) 

2.63 
SXL7, SXL8, SXL9, SXL10, SXL 11 , SXL 12, SXL 13, SXL 14, SXL1 5 6.13 

Si nal Cabinet 3.00 
Total · 11 .75 

Min iumum Size Required for Ma in Circuit Breaker* 50 Amps 
Total KVA: 2.82 

*Based Upon an 80% Rated Circuit Breaker 

infri structure 
design group, inc. 
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#0000

120/240 V.A.C., 15KVA, 60HZ
SINGLE PHASE, 3 WIRE SERVICE

BY SIOUX VALLEY ENERGY

METER
#0000

BK

WT

BK

100 AMP

100 AMP

50
 A

M
P

M3

ALL CIRCUITS WILL BE BONDED IN
ACCORDANCE WITH THE
NATIONAL ELECTRICAL CODE.

NOTE:

LEGEND

159W LED LUMINAIRE15

FUSES PER CITY SPECIFICATIONS

#0000

SPACE FOR
FUTURE CIRCUIT

L1

N

L2

G

JL15JL17

#4

2/2/2/4 AL

JL14
2/2/2/4 AL

CIRCUIT #1
ARROWHEAD

WEST
LUMINAIRES

50
 A

M
P

JL16

W
T

BK

W
T

BK

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L17
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L18
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

W
T

BK

W
T

BK

L19
LUMINAIRE

(L1-N)

W
T

BK

W
T

BK

LUMINAIRE
(L2-N)

15

2/2/2/4 AL  FROM WEST.
SEE PREVIOUS SHEET FOR

CONTINUATION.

PULL WIRE INTO
LUMINAIRE.

TERMINATE ON
WIRE NUTS.

DO NOT CONNECT.

L16
LUMINAIRE

(L1-N)

JL19 JL18

#14

#14

TERMINATE WIRE
WITH WIRE NUTS,
TYPICAL

FUTURE
SIGNALSMETER #0000

BK

WT

BK

100 AMP

100 AMP

50
 A

M
P

#0000

L1

N

L2

G

15 15 15 15
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L49 L60Lighting Wiring Diagram
Willow Run Entrance

REV DATE: 2/01/2022   INITIAL: LRM

M3 LOAD SUMMARY 
Circuit No. of 159W Future 

ID 
# Luminaires Signals 
1 8 L16, L17, L18, L19 
2 6 Future Lights - FL 1, FL2, FL3 
3 1 Future Signal Cabinet 

Total: 
Miniumum Size Required for Main Circuit Breaker*: 

Total KVA: 
*Based Upon an 80% Rated Circuit Breaker 

I ) ) I 

I l l I 
T 

Load 
(Amps) 

5.30 
3.98 
3.00 
12.28 

50 Amps 
2.95 

0 
'V 

o I I 

FOR BIDDING PURPOSES ONLY



EJF1 JF1 JF8

24SM
FIBER CABLE

ECC1
SIDE MOUNTED

CABINET

24SM
FIBER CABLE

#12
TERMINATE WIRE
WITH WIRE NUTS,
TYPICAL

TERMINATE WIRE
WITH WIRE NUTS,
TYPICAL

EJF2

EXISTING
24SM/12MM

FIBER CABLE

24SM
FIBER CABLE

EXISTING
24SM/12MM

FIBER CABLE

JF2 JF3 JF4 JF5 JF6 JF7

JF10

JF13

JF11

JF12

24SM
FIBER CABLE

TERMINATE WIRE
WITH WIRE NUTS

#12

CC1
SIDE MOUNTED

CABINET

COIL 10' AND LEAVE
PROPOSED FIBER CABLE
UNSPLICED IN CABINET.
CITY TO TERMINATE/SPLICE
FIBERS IN FUTURE.

#12

JF9

TERMINATE WIRE
WITH WIRE NUTS,

TYPICAL

24SM
FIBER CABLE

#12
TERMINATE WIRE
WITH WIRE NUTS,
TYPICAL

JF14 JF15 JF16 JF17 JF18

JF22

JF20

JF21

24SM
FIBER CABLE

#12

CC2
SIDE MOUNTED

CABINET

COIL 10' AND LEAVE
PROPOSED FIBER CABLE
UNSPLICED IN CABINET.
CITY TO TERMINATE/SPLICE
FIBERS IN FUTURE.

JF19

#12

TERMINATE WIRE
WITH WIRE NUTS,
TYPICAL

JF24 JF25 JF26JF23

JF30 JF29

#12

JF27 JF28

TERMINATE WIRE
WITH WIRE NUTS,
TYPICAL

JF32

JF31

JF34

JF35

JF36

JF37

#12

TERMINATE WIRE
WITH WIRE NUTS,

TYPICAL

#12

EXISTING
24SM/12MM

FIBER CABLE

TERMINATE WIRE
WITH WIRE NUTS,

TYPICAL

1
2 MILE

 INTERSECTION
SIX MILE

ROAD
WILLOW RUN
ENTRANCE

VETERANS
PARKWAY

JF33

JF38

#12

PROJECT SHEET
NO.

TOTAL
SHEETSSTATE OF

SOUTH
DAKOTA NH 2042(29)  P 1358(02)  NH 0042(63)371
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L50 L60Fiber Optic Cable Wiring Diagram
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TOTAL 
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SHEET 
NO. 

Section A-A 

Note: 

20 Sq.Ft. 
60 lbs. 

Some signal heads are shown with back plates removed 
so that the mounting hardware is visible. 

D 

Length of luminaire mast arm is 
specified in the list of materials 

Standard mast arm lengths: 15',20',25',30',35',40',45' ,50' 
(actual length shown in list of material) 

Luminaire extension 
(if specified) 

8' 8' "L" 
1-----6' 

a 
r•B r- --, r1/2 "L" 

I y y 
I 

ffl 
C 

~ 
C 

10SQ A , 

I 2511>5 

I 

'"•s 8.67 Sq.Ft. 

14.9' Sq.Ft. 60Ibs 

1501bs 

3/4" Half coupl ing 
on top of mast arm 

All mast arm mounted signals 
shall be ad1ustable about a 
h01\:mntal ax,s as shown 

Section B-B 

12'-3" max. 
10'-9" min. 

10'-0" max. 
7'-o· min. 

3'-6" 

All mast arm mounted signals 
shall be adjustable about a 
vel'llCal axis as shown 

Section C-C 

Mast Arm 

~ 

Collar with circumferential 
clamp required for rotatable 

mast arm with adjustable 
lock pins 

R10,3b 

or 
(if specified) 

R10-3e to be installed with 
countdown timers. All other 
locations shall have R10-3b 
installed. Signs shall be HIP 
sheeting. 

Pedestrian push button 
(if specified) 

1 1/2" Half coupling - 4 requlft!d 
p11r pole as shown - provided plugs 
for unused couplings. 

All lraff,c signal and pedestrian 
head mounting brackets shall be 
mounted behind poles. 

Section D-D Section E-E 

Revised : December 2016 

CITY OF S.IOUX F ALLS Traffic Signal Pole Shown With 
Optional Luminaire Extension 

Specification 
Reference 

Plate 
Number PUBLIC WORKS 

Providing a Ben Ouahty of Life lor You! No. 635A 635.01 

C.ITY OF SIOUX F A LLS 

PUBLIC WORKS 
Providing a Bener Quality or life for Voul 

Typical Section 

Type 108 

Signal and Pedestrian 
Head Mounting Brackets 

Revised: November 2013 

Specification 
Reference 

No. 635A 

Plate 
Number 

635.05 

FOR BIDDING PURPOSES ONLY
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NO. 

Ver- t rcol Rebo..
(equa l ly spaced) 

½" P..-e f or-med 
Joint Fi l le r-

Vertlcal r ebar shal I be 
as specif ied in the p lans . 

GENERAL NOTES: 

,, ,, 
.~..>:;;) 

1: .. :: 
t1 I It 
11 I 'I 
41 I •1 
It I 11 ~-· ., , f"'l!-l1 
I I t ... '2-,~ 
I~ -•-'" 11 ~J:: 
' " ' " ' " ~.:-:-~~ 

½· Rigid 9r-oundin9 conduit 
wi th bushings (si t es t o be 
gr-ounded ar-e shown on the 
fie ld wir- in9 dia9r- am>. 

Ri9fd Condui t 
Wi th Bushings 

i;tJ One Anchor- Rod Diameter- (Mox.> 
(For- Signal Pole Foo t ings) 

Rod (Typ.) 

••For Signal 
Pole Footin9s 

.,,,,.- when d irec t buria l is 
<1J to be used a bushing 
C or bell end Sholl be 

~ i pro vided. 

.c Q) 
+- C. g. +-
-0 .s 
-~ ~ 
+- ·-0 4-

0 o 
u. Q) 

Q 
<I) 

-12• for No. 3 Sprrol Ties 

* Cir c u lar t ies may be used in lieu of the spira l ties. The No. 3 ties shall be spaced 
12 rnches apar t except f or the top two wh ich shal l be spaced 6 rnches opa..- t. The 
t ies shall be lopped 18 inches and the laps sha l l be s t aggered around t he cage . 

Spiral t ies shall hove 1 •I /2 extra t urns a t each end. 

See Sect ion 985 o f t he Specif icat ions for f oot ing mote..-io ls . 

Condui t s and bushings may proj ect 2½ inches t o 6 inches above foo t in g for f ixed 
base poles but s ha ll not pr oject above t he s llp plane or frac t ure p lane for 
breakaway poles. 

Condui t s shall be sealed water-t ight dur ing oi l phases of cons t ruct ion unt i l poles ore 
in p lace. 

The anc hor rods shall fit inside t he rein for cing s t eel cage. I f t h e anchor rods 
desr9n ed by the Po le Manufactur er do not ff t, contact the Of f ice of 8rid9e Design 
for f oo t ing r edesign. No oddit ionol paymen t will be mode for t he redesigned foot ing. 

Cos t s o f condu i t and conduit bushings sh own on f oo t ing det ail shell be incident al to 
t h e footln9 bid ltem<s>. 

The pole sha ll not be Instal led unt i l the concrete hos a t tained design stren g t h 
<4000 psll. 

The contour of the ar-ea sur-r-oundlng t he br-eokaway po le shal l be fl a t , t hough not 
necessari ly leve l for a dis t ance of 5 fee t in all d irec t ions. The Con t r actor may be 
required to provide fi nish <;1radin9 ot some breakaway po le location s. 

Published Date: 4th Otr. 2021 

s 
D 
D 
0 
T 

POLE FOOTING 

June 26. 2015 

PLATE NUIIBER 

635.55 

Sfleei I of I 

3.75' 

Twowa traffic 

f 
23' 

g 
B 

A ---+-----1 

another signalized inlerseciion within th.e "'X" dimension_ In that case, tile 
·x .. dimension shaU be shorten so that the aimirag potnt will not lie VAthin or 

b yond that oth signalized lnt9's9C1lon, subject to approval by the 

onglne r 

Signal Aiming Diagram 

Folia!19 and branches shall be removed from the area 

defir1ed above by the coo ractor on all slgnar!led 
app<oaches within the ~mils of 1h15 project. 

One way traffic 

1/2W 7 
w 

__J 

Table A 
Posted or statutory 

speed (MPH) 

20 

I 

X 
Olmension (Fn 

i 
a· 
T 

Tree Trimming 

I TV I UX A L 

PUBLIC WORKS 
Providing a Belter Ouafity of Life for Yov1 

B Two way traffic: Widti1 from back of curb lo double yeDow slnpe 

C One way traffic; Widlh from book of curb o back of curb 

Traffic Signal 
Head Alignment 

Revised: December 2007 

Specification 
Reference 

No. 635A 

Plate 
Number 

635.08 

FOR BIDDING PURPOSES ONLY
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5.80' 
(Typ) 

Base pedestal shall be leveled 
with steel shims and sealed to the 
sidewalk with epoxy. 

Concrete sidewalk 
6" minimum thickness. 

Install anchor bolts in concrete 
with dri lling and epoxy adhesive. 
Size per manufacturer 
recommendation. 

C O UX AL 

PUBLIC WORKS 
Providjng a Better Quality of life for You! 

Top cap 

4" Min. 

, ---r,;;.:;~~~ R10-3e 
12'1~ 

R10-3b 

Varies 

3.50' 

Ill] Alttl•i:-
v~ ... 

or (if specified) 
~ [Xl(TCR0Sa 

rocRos; • 
1'115/slll/TTOO 

R10-3e to be installed with countdown 
limers. All other locations shall have 
R10-3b installed. Signs shall be HIP 
sheeting. 

Center of push button. Install 1/2" 
insulating sleeve for wire. 

4" Diameter 
aluminum post 

Two set screws 

Access door 

3/4" or 1" PVC to signal fooling 
or JB. (considered incidental to 
cost of pedestrian push button 
pole). 

Page 1 of 2 
Revised: December 2017 

Pedestrian Push Button, 
Sign, Post, and location 

Specification 
Reference 

No. 635A 

Plate 
Number 

635.09 

- -1---.....- 10· Max.-+----

1.5' Min. 

Notes: Legend 

Pushbuttons shall be mounted parallel to 
crosswa lks. 

There shall be at least 10 feet or separation 
between pushbutton locations. 

Only one pushbutton shall be mounted on a 
pushbutton pole. 

0 SIOUX A 

PUBLIC WORKS 
PrDVJdlng a Better Quality of Life for Youl 

Pedestrian Push Button, 
Sign, Post, and location 

Recommended pushbutton 

locations. 

If recommended pushbutton locations 
are impractical , this area is 

acceptable. 

Page 2 of 2 
Revised: December 2017 

Specification 
Reference 

No. 635A 

Plate 
Number 

635.09 

FOR BIDDING PURPOSES ONLY
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All lenses to be 12" in 
diameter 

One way 5-section 
traffic signal 

BB 
One way 

1-section pedestrian 
signal 

(V-1) 
Tunnel visor 

CITY O SIOUX ALLS 

PUBLIC WORKS 
ProvlOlng a Bette, Owlily or Life tor Yool 

® 
0 
© 

All lenses to be t 2" in 
drameter 

One way 3-section 
traffic signal 

Typical 
5" back plate 

(V-6) 
Pedestrian 

Traffic Signal Head and 
Pedestrian Head Plate 

Revised: November 2013 

Specification 
Reference 

Plate 
Number 

~-------'-----___._ __ ........_ __ ~)~ No. 635A 635.10 
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NO. 

Extend all conduits 
past sidewalk pad 
and cap if unused 

General Notes: 

1. Verify anchor bolt placement with cabinet manufacturers and shop drawings. 
2. 5/8" Dia. x 18" galvanized anchors shall be 2" above finished concrete. 
3. Conduits shall be 2• to 3" above finished concrete. 

2"-6" below finish grade 

5/8''x8' Ground rod 
2"-6" below finish grade 

4. Conduit to be rigid steel and have threads so the grounding bushings can be installed. 
5. Concrete shall be level and steel trowel fin ished. 
6. 5/8"x8' Ground rod shall be installed 2"-6" below finished grade. 
7. 3/4" PVC conduit shall end adjacent to the ground rod. 

CITY OF SIOU X F ALLS 

PUBLIC WORKS 
Providing a Better 0ua1,1y of Ufe for Youl 

Controller Cabinet Footing 
for Eight Phase Signal 

Revised: December 2017 

Specification 
Reference 

No. 635A 

Plate 
Number 

635.17 

Top View Four-Phase Controller Cabinets: 

I . Maximum 30" . I 

I 
0 

I 14" I 
N 

Area for E 
12· ::, 

conduits E ·x 
ro 
~ 

L 

Top View Eight-Phase Controller Cabinets: 

- ---------Maximum 44"----------l 

01 
- --1----- 28" ------~ 11 

to 
N 

I Area for I 19• Clear space I 18 112• ~ 
conduits for batteries ·x 

ro 
::i! 

..........,__L _ _l_ __ J------1--1~ 
-----------41"-----------<~ 

Front 

Revised: November 2013 

C ITY OF SIOUX FAL 

PUBLIC WORKS 
Providing a BelleI Quality of Lila for You! 

Traffic Signal Controller 
Cabinet Size and Bolt 
Hole Requirements 

Specification 
Reference 

No. 635A 

Plate 
Number 

635.19 

FOR BIDDING PURPOSES ONLY
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Cast Iron Cover 

12· JB - Neenah Foundry Co. R-5900-A series 
or engineer approved. 

18" JB - Neenah Foundry Co. R-5900-C series 
or engineer approved 

24" JB - Neenah Foundry Co. R-5900-E series 
or engineer approved 

30" JB - Neenah Foundry Co. R-5900-G series 
or engineer approved 

A 

4 Bricks spaced evenly --~ 
around the bottom edge 

of the junctlon box 

14" 

1/2" Expansion 
joint filler 

A 

Notes: 

Allow sufficient slack so that cable ends can be pulled to 30" above 
junction box. 

Number of conduit entrances varies with location of junction box. 

Anchor frame to pipe as approved by the engineer. 

Cover shall be stamped traffic. 

All conduits coming into and leaving the junction box will be rigid steel 
and for at least (5) feel outside of the junction box. These conduit will 
have a grounding bushing attached and a grounding wire installed to 
bond all conduits to the junction box using an appropriately sized 
terminal lug bolted to the wall of the junction box. 

Slots cut in culvert must be repaired. Permanently fastened from the 
outside and made out of culvert material. Infiltration point shall be 
sprayed with foam from the outside. 

The junction box sizes and quantities are shown on the plan sheets. 

When junction box is used for traffic signal conduit a ground rod will 
be installed in the bottom of the junction box. It shall not protrude 
more than (6) inches out of the crushed rock. 

Important 

Top of collar and cover shall be 
flush with final surfaced areas 

16 Ga. corrugated metal 
pipe culvert 

12" Min. 
22" Max. 

24"Min. 

5/8" Dia. x 8' ground rod 
for traffic signal conduit 

Section A-A ® 

ITV IOUX ALL 

PUBLIC WORKS Junction Box - Traffic 
Provid]ng a Belter Qu~lity of Life for Youl 

Specification 
Reference 

No. 635A 

Revised: October 2020 

Plate 
Number 

635.31 

Cast Iron Cover 

18" JB - Neenah Foundry Co. R-5900-C series 
or engineer approved 

24" JB - Neenah Foundry Co. R-5900-E series 
or engineer approved 

30" JB - Neenah Foundry Co. R-5900-G series 
or engineer approved 

A 

4 Bricks spaced evenly ----t,~ ~ 

around the bottom edge 
of the junction box 

Crushed rock 

1/2" Expansion 
joint fi ller 

Section A-A 

CITY OF SIOUX FALLS 

A 

Allow sufficient slack so that cable ends can be pulled to 30" above 
Junction box. 

Number of conduit entrances varies with location of junction box. 

Anchor frame to pipe as approved by the engineer. 

Cover shall be stamped traffic. 

The ends of the innerduct conduit in the junction box shall be sealed 
with a water proof sealant to prevent water infiltration into the conduit. 

Slots cut in culvert must be repaired . Permanently fastened from the 
outside and made out of culvert material. Infiltration point shall be 
sprayed with foam from the outside. 

The junction box sizes and quantities are shown on the plan sheets. 

Important 

Top of collar and cover shall be 
flush with final surfaced areas 

16 Ga. corrugated metal 
pipe culvert 

lnnerduct conduit 

12" Min. 
22" Max. 

24"Min. 

Revised: October 2020 

PUBLIC WORKS Junction Box - lnnerducts 
Specification 
Reference 

Plate 
Number 

Providing a Beuer Quality or Life for You! No. 635A 635.33 

FOR BIDDING PURPOSES ONLY
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R 

0 

G 

w 

R 

0 

G 

w 

B 

BL 

Post Top Mounted 

5 Conductor cable 

Pulled to signal base 

3 Conductor cable 

Pulled to signal base 

R 

0 

G 

w 

B 

BL 

3 Sec. traffic & 2 sec. pedestrian heads 

Mast Arm Mounted 

5 Conductor cable 

Pulled to signal base 

R 

0 

G 
7 Conductor cable 

w Pulled lo signal base 

W/B 

BL 

3 Section traffic signal head 5 Section traffic signal head 

CITY O SIOUX F A S 

PUBLIC WORKS 
Provld,ng a Better Quality of Life for You! 

R 

0 

G 

w 

B 

BL 

Side of Post Mounted 

5 Conductor cable 

Pulled to signal base 

3 Conductor cable 

Pulled to signal base 

3 Sec. traffic & 2 sec. pedestrian heads 

Traffic Signal Head 
Wiring Diagram 

Revised: November 2013 

Specification 
Reference 

No. 635A 

Plate 
Number 

635.39 

Wire to be routed 
into meter pedesta l 
per NEC 

2' Min. back of sidewalk 

From power 
source 

Meter pe<lestal as 
directed on plans 

Stub Up Detail 

L 
10' 1 Clearance 

IL I 2' Mln. 
back or Sidewalk 

Plan View 

All PQYier ouUet panels must be fully bussed 

Must be an outdoor enclosure (Type JR) 

Transformer 

Must meet aJI construction site ground fault protection requirements 

Grounding rod furnished by contractor 

Meter pedestal furnished by contractor 

lbank U5701.<J-200S-5T9 terminal, singte meter pedestal 

Milbank U5702-0-200S-5T9 terminal , dollble meter pedestal 

Traffic signal power feeds she.ft include one (1) 50 a.mp single pole 
brea er. 

ll~htJng power feeds shall Include two (2) 50 amp double pole 
brea ers, 

All materials and labor on secondary side of transformer sh,10 be 
supplied by the conlracior and terminated. 

3" 

or 

From power 
source 

Black tag with white letter 

adhesive back 

Ava1,able Fault Current 

00 ,000 Amperes L L 

Address Here 

Street L1ght1r. 
5" 

Traffic Signals 

Meter 
center line 

4'-0" 

2'-0" 

l To traffic 
signal load ~ 

insta lled and terminated 

ol 

n 
Conduit and wire 
to be routed into 
meter pedestal. 
per NEC 

Pad Mounted Detail 

Double meter pedestal 
shown for illustrative 
purposes. Only install 
if specifie<l. 

Meter to face street 
(If applicable) 

Contractor to label the meter 
pedestals with a 3"x5" black 
tag stating: Ava ilable fault 
current, address and what 
util ity It's feeding: "street lights" 
or "Traffic" , Label all wires 
regarding direction of wire with 
either tags or tape. 

Utility company to set meter 

Street load side to be 
hooked up by city light 

SCH 80 PVC conduit 

Well tamped back fi ll 

Street side finish rade 

Conduit and wire size 
as shown on plan sheets 

➔ To street 
light load 

All work to conform w,lh national eledtic coda by the elec. contractor ' [ 

Conduit and conducto 

CITY OF S IOUX F ALLS 

PUBLIC WORKS 
Provodlr a Better Ouat,ty of Life 101 Youl 

per NEC 

Connect to stub up or :0 

pad mounted transformer 
consult with electrica l provider 

Power Feed From 
Ground Power Source 

Grounded per NEC 

Revised: November 2020 

Specification 
Reference 

No. 635A/B 

Plate 
Number 

635.42 
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Nominal 
mounting 

height 

Photo eye 

Luminaires / Fixtures shall be leveled with the 
longitudinal slope of the roadway / street 

Light pole base 
(See table below for dimensions) 

(Connected to top of transformer base) 

Transformer base top 
(See table below for dimensions) 

Transformer base 
shall be breakaway 

or 
non-breakaway 

per project specifications 

Transformer base bottom 
(See table below for dimensions) 

Height 

(4) 1"-8 X 4" Galvanized hex head bolt 
for 30' and 40' pole mounting heights. 
(4) 1"-8 X 5" Galvanized hex head bolt 
for so· pole mounting heights. 

(4) 1"1.0 . X 2"0 .D. flat galvanized washer. 

(4) 1-1/16" I.D. X 2-1/2" 0 .D X 1/2" 
Thick galvanized flat washer 

(4) 1 "I.D Galvanized split lock washer. 

(4) 1"-8 Galvanized hex head nut. 

(4) 1"-8 Galvanized hex head nut 
(See anchor bolt note below) 

(4) 1''1. D Galvanized split lock washer. 
(See anchor bolt note below) 

(4) 1"-8 X 4" Galvanized anchor bolt 
(See anchor bolt note below) 

Concrete footing 

G 
-..,, __ L _ _l __ __.t.ftz!z!Z:==::;;::-- (4) 1-1/16" I.D. x 2-314" O.D x 1/2" 

Thick galvanized fla t washer 
(See anchor bolt note below) Light pole wire 1 

(14-2 with ground) ~~~--------_.1-.1.---::--~ 
Concrete Footing Anchor Bolt Note: 

Transformer Base Detail 

Nominal 
light pole • ht pole base 
mounting dimensions Top 

hel ht dimensioo• 

25' 12"x12' 13. 5"•13.5" 

30' 12"x12" 13. 5"x 13.5" 

40' 12"x12' 13.5"x13.5" 

50' 15"x15' 15.1"x15.1" 
"Dim ns,ons are aBowod lo vary +/0.5". 

1" Diameter anchor bolts shall be used unless 
manufacturer's design proves a larger anchor 
bolt diameter is required. 1 1/4" Diameler 
maximum anchor bolts shall be allowed. 

Transformer base data Concrete looting 
Bollom App,oved anchOr bolt 

dimension' oduct·· clrc1e diameter 

15.5"x 15.5" T81-17 15• 

15.5"x15.5" 17" TB1 -17 15· 

15. 5"x 15.5" 17" TB1-1 7 15• 

17.5"x17.5" 17" TB3-17 17" 

"Akron foundry products are listed. Approved equals are allowed. 

Leave wires hang out of 
base for a length of 24" 

CITY OF S .IOUX F ALLS 

PUBLIC WORKS 
Pr011idlng a Bener Qual~y of Life tor Youl 

Wire Note: 
Label all wires coming 
out of transformer base regard ing 

Street side direction of wire with either tags or tape. 

Revised: November 2019 

Street Light 
Standard T-Base 

Specification 
Reference 

No.6358 

Plate 
Number 

635.56 

Important 
1 "-2· Spacing sllall be kept bet ,oon the groUl'td 

rod and conduil being installed within the footing. 

24",Bactc of curt> 
to otfooling 

Plan View 

PVC conduits and grounding rod 
must be installed within a 3 112· 
Rad . of the center of the footing. 

4 Anchor bolts 

Anchor bolt circle diameter 
(See table above) 

24" 
Min 

Llgh1 pole Concrete ootlng 
moUl'ttlng 

heght 

25' 

30' 

40' 

50' 

Anchor bolt circle diameter 
(See table above) 

4 Anchor bolts 

anchor boll 
arcle diameter 

15" 

15" 

15"' 

17" 

Vertical rebar equally spaced 
#3 Spiral ties 

Footing Sf)lral and Reinforcement Table 

Fooling Spiral Spital Vel'l!Cal 
d pth diameter I ngth reinforcement 

4'•0" 1'-8" 33'-9" 8-117 x 3'·6" 

5'-o· 1·-a· 39'-0" 8-#7 x 4'-6" 

6'-o· 1'-8" 44•.3• 8-117 x 5'-6"' 

24" Dia. 
7'-IY' 1'-8" 49'·6" 1Ht7x6'-6" 

Section A-A 
5•.o· 1'-8" 54'-9" 8-117 X 7'-6" 

9'·0" 1'·8" 60'-0" 8-#7 x 8'-6" 
Genen,J Notes: 

10'-0" 1·.s· 65'-3' 8-#7 x 9'-6" 
All concrete shall be dass M-8. 
Precast concrete footings are allowed, if 11'-0" 1'-8" 70'-6" 8-#7 x 10'-8" 
approved by lhe engineer; however, all details 

12'-0" 1'-8" 75'-9" 8-#7 X 11'-8" 
on this sheet shaR be followed for footillg 
reinforcement, ground rods, 8~ bolts, ooncrete curing , elc. 

All reinforcing s eel shall oonform to A,S TM. A-615, Grade 40, 

C rcular lies may be used ,n lieu of splral ties 
The o 3 ties shall be spaced 12" apaf1 except 

3" Wi<llll of controlled density fi ll backf.U 
inslallod around precasl concrete footings. 

S98 note or, this detail 
F°' the «>p two, which shall be spaced 6" apart. 
The tles shall be lapped 18" and laps shall be 
staggered a,ound lhe cage, Conduit Entrances: 

Spiral ~es shall have 1-112 extra turns at eadl end. 
Always one empty ooooult entrance 
(facing away from curb) but no more than four. 

I be 

Squaie shap&<J reinforcement cages shall be allowed upon approval. 
Square cages shall allow for lhe anchor bolt patterns listed on lhis detaa. Precast Concrete Footl ng Trench lnstellatlon and Backfill Regulrnments 

Anchor bo ts: 
• Anchor bolts shall fil inside lhe reinforcing steel cage. 
• Anchor bolts shall be galvanized steel. 
• t • Diameter anchor bolts shall be used unless manulacture( s 

design proves a larger anchor bolt diameter is required. 

The rrenc;h / hole for the pre~st footing shill! be a maximum of 6" larger than the di<1meler 
of the p,ecaS1 looting being installed; with a maximum of a 3" width being 11llowed on both 
sides of lhe precast footing during the fOOling installalion Controlled density fill per 1he 
South Dakota DOT Spec,ficatlon 464 or app((wed equal fil ler sl\a be installed around lhe 
precast base during thB IOOling baekfill Installation. to nsure a SOiid backfill baekli 

• 1114" Diameter maximum anchor bolls shall be allowed upon approval. 
around the fooling. The extra costs for Ille wider trench I hOI and controlled density fi ll 
backfi ll sh be incidental lo the cost of lhe precasl concrete fooling. 

The contractor shall furnish and instan the ground rod 

Costs of conduit and elbows shown on footJng detail shall be ncidental to the footing bld ltem(s). 

Conduits shall be sealed water,tlght during all phases of construction unti po!es are 1n place 
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Cast Iron Cover 

18" Dia. JB - Neenah Foundry Company 
R-5900-C Series or engineer approved. 

24" Dia. JB - Neenah Foundry Company 
R-5900-E Series or engineer approved. 

A A 

24" 

Notes: 

Allow sufficient slack so that cable ends can 
be pulled to 18" above junction box. 

Number of conduit entrances varies with 
location of junction box. 

Cover shall be stamped electric. 

The junction box sizes and quantities are 
shown on plan sheets. 

Electrical grounding and bonding contractor 
shall furn ish and instal l ground rod , #10 
stranded copper wire, ground rod clamp and 
appropriately size copper terminal lug bolted 
to the inside wall of the junction box. 

Label all wires coming out of junction box 
regarding direction of wire with either tags or 
tape . 

i----------- Back of curb to -----------<~ 
center line of JB 

Downtown 

2" Min. 
to 

4" Max. 

a·-1 0· 

Crushed rock 

1/2" Expan ion 
joint filler 

I 
10 Co per wi 

Ground rod ----

Important 

Top of collar and oover shall be 
flush with final surfaced areas 

3' of street light wire 
coi l outside of elbow 

Edge of drilled hole 

16 Ga. corrugated metal 
pipe culvert 

PVC Conduit 

90° PVC Elbow. 
Elbows are also required 
when using continuous 
conduit (lnnerduct) 

2" PVC Bell end 

Section A-A 

S I UX A 

PUBLIC WORKS 
Providing a Better O\JaGty Qf Life IQI You 

Junction Box - Lighting 
Specification 
Reference 

No. 635B 

Back of curb 

24" Min. 
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Locator ball & tracer wire detail when used with footings & junction boxes 

Locator's probe 

Contractor to mark loca tor ba ll 
location with above ground 

marker and paint LB on curb 

Finish Grade 

Loop tracer wire ~ 

12" abo,e '°"'"' t 
.. ~~h~tl.- - ' - - ~ 1'; 

"' -l'f!m' m 

rn 

12" Below 
Finish Grade e-. l 

Typically 

2r 
Empty Conduit 

Place locator ball -
within 12" of the 
conduit end and 

\_ 
Skin end of tracer wire 16" and loop wire 
12" outside of conduit and cap the end 

\_ 

hand fi ll firmly with 6" G=cf" befoce bacl<,n 

12· of bare copper wire 
outside of capped condui t 

Install tracer wire and locator 
ball when this distance is 

greater then 10' 

Street crossings only no footings or junction boxes 

Option A Option B 

12" Below 

Tracer wire 
in conduit 

,- Finish Grade 

2' back r---i- of curb typ. 
~ 12"Barecopper wire ~ 

~--..... ~ 

Light pole 
footing 

Stub up 3' 
above ground 

♦ and cap 

_ ___....._--11--.... L - -
I 

? ~.l\. 

- _J ' ~A 12" Below 

ali===L=o=ca=t=o=r =b=al=ls=&= n=o=L=ra=c=e=r =w=ir=e=~===':Jf• ~ 
Locator balls & tracer wire 

__/ Finish Grade 

Loce1or ~ II Marker Notes: 

1, Before placing he loca or ball over the ey point. decide ~ a tie-down procedure is necessary to keep It io place. If so, sewre the ball by insening a cable tie through ooe 
or bolh UO-down tabs and 10 the key p()lnl (E.G. pipe 01 cable) 

2, If the key point Is metanlc, then the locator ball should be separated from II w\lh a m,n mum of 4 Inches of dirt. 

3. 01herwls11, pul the locator ball over 1h de red point 

Important: The locator ball cannot reliably reradiate the locator's ,;,gnal at a separation great8f tllan 5 ft. (1.5M). This Is the maximum allowable d stance between Iha 
locator ball and the locator. This implies lhal the bal mark8f should be buried at a distance less than 5 ft . to allow f0t the distance between the locato(s probe and the 
ground surface. 

4. Hand fi ll at least six mcfle5 of $Oil over the locator ball 

5. Bacl\fi I the hole, 

ITV O IOUX A L 

PUBLIC WORKS 
Providing a Better Quc,lity of life for You! 

Locator Ball 
and Tracer Wire 
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Tree trimming for street lights 

Notes: 
Tree trimming shall be done in accordance with proper tree trimming practices. 
The underside of each branch to be removed shall have a groove sawed 
through the bark (1/2" min. depth) before any sawing is started on the lop side 
of the branch. 

Tree trimming shall be applied around each light source installed. 

The tree trimming limits as shown on the sheet represents the minimum 
amount of trimming required. Additional tree trimming required shall be as 
directed by the city forestry. 

Typical line of sight 
elements defining 

minimum trimming limits 

Trimming to be 
symmetrical about 
th is vertica l plane 

5' Minimum typical lower limi t line of 
sight elements 

I UX A 

PUBLIC WORKS 
Provtdlf19 a Bener Quahl)I of Life for Youl 

Tree Trimming for 
Street Lights 
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