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Pennsylvania Power 8 Light Company
Two North Ninth Street~Allentown, PA 18101-1179 ~ 215l774-5151

Robert G. Byram
Senior Vice F'resident-Nuclear
610/774-7502

APR 19 1994

U.S. Nuclear Regulatory Commission
Attn.: 'Document Control Desk
Mail Station PI-137
Washington, D.C. 20555

SUSQUEHANNA STEAM ELECTRIC STATION
UNIT 1 SEVENTH REFUELING AND INSPECTION OUTAGE
ISI SUMMARYREPORT
PLA-4080 FILES R154 R41-2 Docket No. 50-387

Attached for your use is a copy of the Susquehanna Steam Electric Station Inservice Inspection
Outage Summary Report for the Unit 1 Seventh Refueling and Inspection Outage. A copy of
this report has also been sent to the Commonwealth of Pennsylvania.

Ifyou have any questions, please contact us.

Very truly yours,

R.. B ram

Attachment

cc: NRC Region I (w/o)
Mr. G. S. Barber, NRC Sr. Resident Inspector (w/o)
Mr. R. J. Clark, NRC Sr. Project Manager (w/o)
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SUSQUEHANNA STEAM ELECTRIC STATION

Pennsylvan/a Power and Light Company

UNIT1 SEVENTH REFUELING AND INSPECTION OUTAGE

INSERVICE INSPECTION
OUTAGE SUMMARYREPORT

Book 2 of 2
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MODIFICATIONINSTALLATIONGROUP

NIS-2 FORMS



WORK ABSTRACT

The Modification Installation Group is responsible for preparing Construction Work
Authorizations ( work packages ) for fabrication and installation of design changes in accordance
with ASME Sections XI. This work is documented on NIS-2 Forms which are submitted herewith.

MODIFICATIONINSTALLATIONGROUP

Design Change Packages for ASME Section XI ( Class 1, 2 and 3) installed in Unit 1 since the
completion of the Sixth Refueling Outage through completion of the Seventh Refueling Outage
are summarized below:

DESIGN CHANGE SYSTEM / CLASS
PACKAGE
NUMBER

DESCRIPTION

91-3034A
90-3108B & C
92-9071A, B, C & D
90-3108A, B, C & D
90-3108 E
92-3015 E
92-3020A
91-3033A
91-3033 B
90-3108 H
90-9095
92-3020A
92-3020F
92-3020 C
93-9012
84-9018
92-3020 F
93-3013A & B
89-9153B
92-3020 F
92-3020 F
92-3020 F
92-3020F
92-3020 G
92-9043
92-3020 D
92-3020 C
92-3020 D
92-3020 C
92-3020 E
94-9000
93-3027 & 93-3028
92-3020 E
92-3020J
89-9153B
91-3033 B
92-3020A
93-3022 & 93-3023
92-3020 H

016A III
023B III
023B III
024A III
024A III
024A III
0300 III
054A III
054A III
054B III
125A III
134G III
135B III
145A II
145A II
149AII
149A II

'149A.II
149A III
149B III
149E II
149G I

149G II
150B II
150B II
151A I

151A II
151A II
152A II

'52AII
152A II
152B I

152B II

153A II
154A III
154A III
154A III
161B I

161 B II

Install new corrosion probes
Snubber reduction project
Install new fuel oil overflow line
Snubber reduction project
Snubber reduction project
Install new Jacket Water sample station
Snubber reduction project
Install new corrosion probes
Install new corrosion probes
Snubber reduction project
Install new pressure control valves
Snubber reduction project
Snubber reduction project
Snubber reduction project
HV-141F032A & B replaced retaining ring capscrews
Reroute tubing to pressure indicators
Snubber reduction project
Valve Compliance Project
Remove RHR Pump seal coolers
Snubber reduction project
Snubber reduction project
Snubber reduction project
Snubber reduction project
Snubber reduction project
Rework SP-DBB-1 09-1
Snubber reduction project
Snubber reduction project
Snubber reduction project
Snubber reduction project
Snubber reduction project
Remove supports EBB-102-H24 & H25
Valve Compliance Project
Snubber reduction project
Snubber reduction project
Reroute ESW piping
Install new corrosion probes
Snubber reduction project
Valve Compliance Project
Snubber reduction project



DESIGN CHANGE SYSTEM / CLASS
PACKAGE
NUMBER

DESCRIPTION

90-3035C
92-3020 H
92-3020 D
92-3020K
92-3020M
93-3047B, C 8E E
92-3020 L
92-3020K
93-9065
92-3020K
92-3020I
92-3020I
92-3020 B

161B III
161B III
162A I

162A I

162A'I
162A II
164A I

164B I

164B I

164B II
173A II
173C II
183A II

Change valve numbers 144806 8 144807
Snubber reduction project
Snubber reduction project
Snubber reduction project
Snubber reduction project
Installed reactor water level backfill system
Snubber reduction project
Snubber reduction project
Replace reactor recirculation vent and drain supports
Snubber reduction project
Snubber reduction project
Snubber reduction project

, Snubber reduction project
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

016A III

1. Owner Pennsylvania Power & Light Co. Date February 3, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet

Unit

1 of

COMMON

PO Box 467, Berwick, PA 18603
Address

PMR ¹ 914034A / WA'S C23180, C23181, C23182,
AND C23219

Repair Oriianizaiion p.O. No., Job Na, ere.

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101 Authorization No. N/A

4. Indentirication of System

Expiration Date

RHR SERVICE WATER 016A CLASS III

N/A

5. (a) Applicable Construction Code Ill'<EREMAItKS 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu W80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

(y Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identirication Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or
- No)

CORROSION PROBE
ROOT VALVE

TUFLINE 83590 B-1 N/A RV-AE41230 1976 REPLACEMENT YES

LARGE PIPE
SUB-ASSEMBLY

BECHTEL N/A N/A ~ ~ HRC-1124 1982 REPLACED YES

lARGE PIPE
SUB-ASSEMBLY

SMALLPIPE
SUB-ASSEMBLY

PPSL

PP&L

4 ~

N/A

N/A

~ ~

N/A

N/A

HRC-1124

SP-HRC-112-9

1992 REPLACEMENT NO

REPLACEMENT NO

INSTALLNEW CORROSION PROBE AND ISOLATIONVALVEDOWNSTREAM OF THE UNIT¹ 1 RHRSW PUMP
7. Description of Work 1P506A

8. Tests Conducted: Hydrostatic X Pneumatic@
Other@ Pressure 195

Nominal Operating Pressure@
psi Test Temp. AMBIENT 'F

NOTE: Supplemental sheets In form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 In., (2) informa-
tion In items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

CODE DATAREPORT S ATTACHED ~

Applicebte Msnufsctvrer's Osts Reports to be attached

CONSTRUCTION CODE FOR TUFLINE VALVES IS ASME SECTION III 1974 EDITION NO ADDENDA

CERTIFICATION OF COMPLIANCE

We certify that the statements made ln the report are correct and this
ASME Code, Section Xf.

REPLACEMENT conforms to the rules of the
fepstr of feptscelnent

Type Code Symbol Stamp N/A

Certificate of Authorfzation No. N/A Expiration Date N/A

Sign
r or Orrn s Desrttnee, Trite VPAUC. OPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of S AMIA and employed by R IG U SU C CO of

WA A SS C US S have ns ed the components described
in this OvmeVs Report during the period to a, and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corr ve measures described in this
Owner's Report In accordance with the requirements of the ASME Code, Section XI.

By signing this certilicate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected viith this
Inspection.

Date

Inspector's Signature

ff 19~
Commissions

National Board, State, Province, a'nd Endorsements
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+ared,

d

p(JMPI Of(. y'gge

nod D}y)1)

1976

.t'ai((equ(res( b)f't)Io )srotr(sIons ef 1) o'ASME.~i,Sect(o

';. " " '"').:~'~it;Minufectule'd
bsye
"~~i" QieiOn of."Xotnoxb. Co 'rationtf»".'CLrtcinsttati)~Ohio't>&4~~~"-'"

;m.;"grdce rgidrss dcs31/gslNsmt end Addressor Mellurecsured) fs sp e'gsdep 'p3momrsuts~om jgdsgtrlt~rc(KY+p ~g~'~'a„;~3, ~

-- 2, Manufi cturemd for35gg~~w~~ration' Penn' lvania: Power 7'teLi"'ht"Co.'"-
nd 1< eu.a'.,'.3.3<P',I me endhdddeSS Ot PUdchsser or Oddned) ~ de m em 2'333dumkn/Vqtg-.cqegyd«.~q>'mp s.

3. LOCStIOn Onf.lnatallatlan„.~uafntehann
'~,i,„.'<, 7~@,-)~..'NSme end Addr~ SSI "... ~; ';„.;.",; ".:n:b pky'5'3'<»1'g>

4. Pump or.Valve"" " ..'ominal Inlet Stre)b"+ "~Outlet Stre'- . 2

'. (a) Mode! No„'Fyddb (b) Msnuficturera' 'c) canadian'"-'':" '«gq<g>tg~r'~pgiw~ tdd«yrp~~s'"
- series No,.<p," „;-'.*>.:. serial',: ... Reglstratlons„;t- (d) Drawingj+i . '31@'~c~,(0 Nay): (g) Year

( ) . 1"'0696SW spot 3~3mb 83590B-1 . -,-.;: ".. Z4802C"atrg'ed~9 ':Q"'"Csd..": 1976
re) .„', * 0696SW.n .-n;3 83590B 2 ' ' .'3: Z4802C. >dd'@rgt3ig~b ~~70m':;»

1'

(5) . „s- s. d'I ', ";., ~, '*-,,

m
(

(9)

(10)

- 'adwaste'tern» See Su lement Attached:.,'-'ecggs.7:;~i33ai;4:: '; '- ~;."..
'restmt%'es~',e, o. 'sdttf dteclrrguon of ettvlct for sshrch edtUIPmera sess desrgned) yb'.", ss~gd," P

'

CT: ggrtssugel

»

~ " .Mark No.„";.".
s

II«b 3 lsl Casern ~

47333-5r3 .:. 3o y

8988B-65r63 2 Plu

Material Spec. No.

AS%7( A351 GR CFBM

ASME SA351 GR CFBM

r

Manufacturert5enygs"„"rt ' '. Ramada

;. d,.';:„(;:<jfbg<'"-

Lebanon Steel Foun

r'257B"36

8928B-14
1 Cover ASTM A351 GR CFBM
1 Cover ASMB SA351 GR CFBM

Lebanon Steel Foun
Lebanon Steel Foun r

(b) Forglngs

NKBR QQpY

.s ~

(1) For manually operated valves only.

'3 ppremsnrar sneer ~ ln form or llsrn skorebes or d anlngs may be used prosldedkp)dh ~ g lrl'xI'I; IgIIn9rI)aL ln
Items 1. 2 snd 5 on this date report Is Included on each sheet, and (3) each sheet ls numbered and number of sheets
fs recorded at top of this form.

(II)5);;,"',"..;:„"„"'hisform (E00037) maybe obtained from the Order Otpt 7ASME,345 E.47 St.', Nese Yortd, N Y.10017

~r NPM%54~Ã<S4'" .31 7' . " " ' - "~"'"."33'"«~~A@™
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(y
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

023 BIII

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

JANUARY23, 1994

1 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603

Unit 'ommon

PMR 904108B, PMR 9041 08C,
WORKAUTHORIZATIONSC-23470 & C33009

Address

3. work Performed by Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No., Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System DIESEL FUEL OIL SYSTEM 023B CLASS III

5. (a) Applicable. Construction Code III 1g 71 Edition, thru vtr72 Addenda, N I11

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

II

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT
1

MECHANICAL
SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

'.'ECH,

SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

N/A

17214

NIA

13430

NIA'4999

NIA

NIA

N/A

N/A

NIA

NIA

SP-HBC-78-'2061

SP-HBC-78-
H2061

SP-HBC-78-
H2013

SP-HBC-78-
H2013

SP-HBC-78- .
H2014

SP-HBC-78-
H2014

1982

1983

1982

1981

1982

1978

REPLACED'EPLACED

REPLACED

REPLACED

*. REPLACED

REPLACED

NO

N/A

NIA

N/A

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure+ NO TESTING REQUIRED

Other@ Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N In. x 11 in., (2) Informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks
Appricable Manufacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or repracement

Type Code Symbol Stamp NIA

Cerlilicate of Authorization No. NIA Expiration Date N/A

Signe
Orrn r or Owns Designee, Trtre VP+uc Operations

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of PENNSYLVANIA and employed by. ARKWRIGHTMUTUALINSURANCE CO. of
WALTHAM MASSACHUS S ave spected the components described

in this Owner's Report during the period to Z and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described In this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable In any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Commissions

Date

Inspector's Signaturetg~'ational Board, tate, Province, and Endorsements



0238 III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired by the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

January 26, 1994

1 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Beiwick, PA 18603

Unit Common

DCP's 92-9071 A, B, C and D
WA's C23432 thru C23447

Address

3. work Performed by Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorimtion No. N/A

Re pais Organization P.O. No., Job Nrh, ete.

Type Code Symbol Stamp None

Expiration Date N/A

4. Identification of System STANDBYDIESEL GENERATOR FUEL TRANSFER SYSTEM 023B CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru vtr72 Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or
. No)

"A"D/G DAYTANK
OVERFLOW TO FUEL

STORAGE TANK
"A"D/G DAYTANK

OVERFLOW TO FUEL
STORAGE TANK

BECHTEL

PP&L

N/A

NIA

N/A

N/A

SP-HBC-7M

SP-HBC-7H

1982 REPLACED

1993 REPLACEMENT

NO

NO

"B" D/G DAYTANK
OVERFLOW TO FUEL

STORAGE TANK
BECHTEL NIA NIA SP-HBC-7IWI 1982 REPLACED

"B" D/G DAYTANK
OVERFLOW TO FUEL

STORAGE TANK
"C" D/G DAYTANK

OVERFLOW TO FUEL
STORAGE TANK

PP&L

BECHTEL

N/A

NIA

N/A

N/A

SP-HBC-788

SP-HBC-784

1993 REPIACEMENT

1982 REPLACED NO

7. Description of Work ModifyD/G A, B, C & D Day Tank Overflow Line and Tubing to eliminate buildup of Fuel Oil in Drain System

8. Tests Conducted: Hydrostatic Pneumatic+ Nominal Operating Pressure@
Othe>+ pressers~atmos herinpst rest Temp. ambient p

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
ecorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept. ~ ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

9. Remarks
Appticable Manufacturers Oats Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made ln the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A

Signed2'wn or Owne Oeslpnee, Title Vp&ucOperations

Date

CERTIFICATION OF INSERVICE
INSPECTION',

the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof PEN S LVANIA attd employed by ARKWRIGHTMUTUA INSU ANCE CO. of

WALTHAM MASSACHUSE S have Insp ted the components described
in this Owner's Report during the period to and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certilicate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the inspector nor his employer
shall be liable In any manner for any personal injuryor property damage or a loss of any kind arising from or connected with this
inspection.

Date

Inspector's Signature

19~4

Commissions
National Board, State, Province, and Endorsements



023B III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co. Date January 26, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603
Address

Sheet 2 of

Unit Common

DCP's 92-9071A, B, C and D ~

WA's C23432 thru C23447
Repair Oreanizason P.O. Na, Job No. ~ eto.

3. Work Performed by Penns Ivania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St. ~ Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilicatlon of System STANDBYDIESEL GENERATOR FUEL TRANSFER SYSTEM 023B CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thiu W72 Addenda,, Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or
,No)

"C" D/G DAYTANK
OVERFLOW TO FUEL

STORAGE TANK
"D" D/G DAYTANK

OVERFLOW TO FUEL
STORAGE TANK

"D"D/G DAYTANK
OVERFLOW TO FUEL

STORAGE TANK
"A"D/G FUEL OIL

DRAINTUBING

"A"D/G FUEL OIL
DRAINTUBING

"B" D/G FUEL OIL
DRAIN TUBING

"B" D/G FUEL OIL
DRAINTUBING

"C" D/G FUEL OIL
DRAINTUBING

"C" D/G FUEL OIL
DRAIN TUBING

"D" D/G FUEL OIL
DRAIN TUBING

PP&L

BECHTEL

PP&L

PP&L

PP&L

PP&L

PPSL

PP&L

PP&L

PP&L

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

SP-HBC-754

SP-HBC-784

SP-HBC-78-6

C-2007

C-2007

C-2008

C-2008

C-2009

C-2009

C-2010

1993

1982

1993

1991

1993

1991

1993

1991

1993

1991

REPLACEMENT

REPLACED

REPLACEMENT

REPLACED

REPLACEMENT

REPLACED

REPLACEMENT

REPLACED

REPLACEMENT

REPLACED

NO

NO

NO

NO





023B III

1. Owner Pennsylvania Power & Light Co.
Name

Date January 26, 1994

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

3 of

Common

PO Box 467, Befwick, PA 18603
DCP's 92-9071 A, B, C and D
WA's C23432 thru C23447

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentificatlon of System STANDBYDIESEL GENERATOR FUEL TRANSFER SYSTEM 023B CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru W 72 Addenda N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

' Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

"D" D/G FUEL OIL
DRAINTUBING PP8L N/A N/A C-2010 1993 REPLACEMENT NO



/



024AIII

(O
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co. Date JANUARY21,1994

2. Plant

Two North Ninth St., Allentown, PA.18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

1 of

Common

10

PO Box 467, Berwick, PA 18603
Address

PMR Sh3108A, PMR 904108B, PMR 90Q108C, &
PMR 904108D. See Remarks forWork Authorizations

Repair Oriranlzation P.O. No., Job No. ~ etc.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St. ~ Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentirication of System DIESEL GENERATOR SYSTEM 024A CLASS III

5. (a) Applicable Construction Code I I I 19 71 Fdigon tllnivtr72

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu VIP80

6. Identification of Components Repaired or Replaced and Rephcement Components

Addenda, N"I11 Code Case

(g
Name of

Component
Name of

Manufacturer
Manufacturer

Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

.No)

PIPE SUPPORT BECHTEL N/A NIA HBCWHt '982 REPLACED ~

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

01688

N/A

03185

N/A

N/A

N/A

NIA

N/A

HBCWH1

HBCWH6

HBCWH6

HBCWH9

1982 REPLACED NO

1978 'REPLACED NIA

1982 . REPLACED

1977 REPLACED . N/A

MECH. SNUBBER
r

PACIFIC
SCIENTIFIC

19502 N/A HBCWH9 . 1981 'EPLACED N/A

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NO TESTING REQUIRED
OtherQ Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in (orm of lists, sketches, or drawings may be used,,provided (1) size is 8N fn. x 11 in., (2) informa- ~

tion in items 1 through 6 on this report is Included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept. ~ ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks
hpplrcable Manufacturers Oata Reports to be attached

WA C23488 C23489 C23490 C23466 C23467 C23468 C23469 C33006 C33007 C33008

C23498 C23499 8 C23500.

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or repracement '

Type Code Symbol Stamp N/A

Certificate of Authorization No. Expiration Date N/A

Signed
Owner a nee, Trrie vp&uc operations

Date ,19

CERTIFICATION OF INSERVICE INSPECTION

I; the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

orProvinceof PENNS LV NIA and employed by AR RIGHT UTUAt. INSU ANCE CO. of
WALT AM MASSAC USERS ve insp cte the components described

in this Owner's Report during the period to ~ and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken co rective easures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this 'certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the

examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer

shall be liable ln any manner for any personal injury or property damage or a loss of any kind arising from or connected with this

Inspection.

Date

Inspector's Signature

19~>

Commissions /P 6 WC a'a
National Board, State, Province, and Endorsernents



024AIII
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co. Date JANUARY21,1994

Two North Ninth St., Allentown, PA 18101 Sheet 2 of 10

2. Plant Susquehanna Steam Electric Station
Name

Unit Common

PO Box 467, Berwick, PA 18603
Address

PMR Sh3108A, PMR SM108B, PMR 904108C, &
PMR Rh3108D. See Remarks for Work Authorizations

Repair Organizaben P.O. No., Job No., etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System DIESEL GENERATOR SYSTEM 024A CLASS III

5. (a) Applicable Construction Code I I I 19 71 Edition, thru vlf72 Addenda, N411

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL'IA N/A HBC4-H10 . 1982 REPLACED NO.

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

8ECHTEL

02474

02474

NIA

N/A

N/A

N/A

HBCWH10A

HBC4-H10B

HBC4-H17

1982 REPLACED

1982 REPLACED

1977 REPLACED NIA

N/A

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

MECH, SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

19446

N/A

04270

04278

N/A

NIA

N/A

N/A

HBC%-H17

HBC-5-H6

HBC-5-H6A

HBC-S.H6B

1981

1982

1978

1978

REPLACED

REPLACED

REPLACED

REPLACED

. N/A

NIA

N/A

PIPE SUPPORT BECHTEL NIA N/A HBC-5-H18 1982 REPLACED NO

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

19463

NIA

NIA

N/A

HBC-5-H18

HBC4-H20

1981

1982

REPLACED

REPLACED

N/A

'NO



rs

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

024AIII

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY21,1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

3 of

Common

10

PO Box 467, Berwick, PA 18603
PMR Sh3108A, PMR Rh3108B, PMR Rh3108C, &
PMR 953108D. See Remarks forWork Authorizations

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No., Job No. ~ etc.

Type Code Symbol Stamp
None'wo

North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System DIESEL GENERATOR SYSTEM 024A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N I11

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name'of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER PACIFIC
SCIENTIFIC

00219 - N/A HBC4-H20A '979 REPLACED N/A

MECH. SNUBBER

'IPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

19468

N/A

NIA

NIA

NIA

N/A

HBC-5-H20B

HBC%-H23

HBCWH23

HBC-5-H11

1979

1982

1981

1982

REPLACED

REPLACED

REPLACED

REPLACED

N/A

NO

NIA

NO

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

PP&L ''

BECHTEL

PP&L

NIA

NIA

N/A

NIA.

N/A

N/A

HBC4-H11

HBC-5-H14

HBC-5-H14

1993 REPLACMENT

1982 REPLACED

1993 REPLACEMENT NO

PIPE SUPPORT BECHTEL N/A N/A HBC-7-H1 1982 REPLACED NO

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

05421

N/A

N/A

N/A

HBC-7-H1 1978

HBC-7-H6 1982

REPLACED

REPLACED

N/A



024AIII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY21,1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

4 of

Common

10

PO Box 467, Berwick, PA 18603
Address

PMR 9D4108A, PMR 904108B, PMR 90-3108C, &
PMR Rh310SD. See Remarks for Work Authorizations

Repair Organization P.O. No., Job No., ete.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System DIESEL GENERATOR SYSTEM 024A CLASS III

5. (a) Applicable Construction Code I II 19 71 Edion thru W72

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, N111 Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

.No)

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

07535

N/A

N/A

NIA

HBC-7-H6

Hate@-H7

1981

1982

REPLACED

REPLACED

'IA
MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

03073

NIA

19551

N/A

N/A

NIA

N/A

N/A

N/A

HBC4-H7

'BCWH9

HBC-8-H9A

HBCWH9B

HBC4I-H20

1977

1982

1981

1981

1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

N/A

N/A

N/A

NO

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

02478

N/A

N/A

NIA

HBCWH20

HBC-8-H10

1977

1982

REPLACED

REPLACED

NIA

0
PIPE SUPPORT

PIPE SUPPORT

PP&L

BECHTEL

N/A

N/A

N/A

NIA

Hach-H10

HBC@-H14

1993 REPLACEMENT

1982 REPLACED

NO

NO



rl

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

024AIII

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY21,1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Sheet

Unit

5 of

Common

10

PO Box 467, Befwick, PA 18603
Address

PMR 904108A, PMR 904108B, PMR Rh3108C, &
PMR ~108D. See Remarks for Work Authorizations

Repair Organiza5on P.O. No., Job Nra, etc,

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None,

Two North Ninth St., Allentown, PA 18101
Address

Authorization No

Expiration Date

N/A

N/A

4. Indentification of System DIESEL GENERATOR SYSTEM 024A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vrr80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Nameof
'omponent

Name of
Manufacturer

Manufacturer
Serfal No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or
.No)

PIPE SUPPORT

PIPE SUPPORT

PP&L

BECHTEL

N/A

N/A

NIA

N/A

HBC@-H14

HBC4-H15

1993

1982

REPLACEMENT

REPLACED NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

19571 N/A HBC4I-H15 1981 'EPLACED N/A

PIPE SUPPORT

MECH:SNUBBER

MECH. SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

N/A

19510

19555

N/A

NIA

N/A

HBC4-H17

HBC4-H17A

1982

1981

'BC-8-H17B- 1981

REPLACED

REPLACED

REPLACED

NO

N/A

NIA

PIPE SUPPORT PP&L N/A N/A HBC4-H17 1993 REPLACEMENT

PIPE SUPPORT BECHTEL N/A N/A 'BC-9-H1 1982 REPLACED ~

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

05423

N/A

N/A

N/A

HBC-9-H1

HBC-9-H6

1978 .

1982

REPLACED

REPLACED

N/A

NO

r
MECH. SNUBBER PACIFIC

SCIENTIFIC
03211 N/A HBC-9-K6 1978 REPLACED NIA :



024AIII

, Pennsylvania Power & Light Co. Date JANUARY21,1994

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Unit Common

Sheet 6 of 10

PO Box 467, Berwick, PA 18603
Address

PMR 904108A, PMR Sh3108B, PMR 904108C, &
PMR Sh3108D. See Remarks forWork Authorizations

Repair Orgaelzabon P.O. No.. Job No. ~ etc.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System DIESEL GENERATOR SYSTEM 024A CLASS III

5. (a) Applicable Construction Code I II 19 71 Edition, thru vtr72 Addenda, N111

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identilication Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A HBC-11-H8 1982 REPLACED No

MECH. SNUBBER

— PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

04060

NIA

19561

19570

N/A

NIA

N/A

NIA

NIA

N/A

H BC-1 1-H8

HBC-11-H10

HBC-11-H10A

HBC-11-H10B

HBC-11-H15

1978

1982

1981

1981

1982

REPLACED

REPLACED

REPLACED

REPlACED

REPLACED

N/A

N/A

N/A

NO

MECH. SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PP&L

19448

NIA

N/A

NIA

N/A

N/A

HBC-11-H15

HBC-11-H11

HBC-11-H11

1981

1982

REPlACED

REPLACED

1993 REPLACMENT

N/A

NO

PIPE SUPPORT BECHTEL N/A N/A HBC-11-H14 1982 REPLACED

I PIPE SUPPORT PP&L N/A N/A HBC-11-H14 1993 REPlACMENT NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

024AIII

1. Owner Pennsylvania Power & Light Co. Date JANUARY21,1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

7 of

Common

10

PO Box 467, Berwick, PA 18603
Address

PMR SL3108A, PMR 9031088, PMR Sh3108C, &
PMR ~108D. See Remarks for Work Authorizations

Repair Organization P.O. No., Job No., etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

3

Expiration Date

N/A

N/A

4. Indentification of System DIESEL GENERATOR SYSTEM 024A CLASS III

5. (a) Applicable Construction Code, III 19 71 Edgjon thru W72 ~ = Addenda, N111

'(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identiricatlon Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

.No)

PIPE SUPPORT 8ECHTEL NIA NIA HBC-11-H2 1982 REPLACED

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

08629

N/A

N/A

NIA

HBC-11-H2

HBC-11-H4

1981

1982

REPLACED

REPLACED

N/A

NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

08630 NIA HBC-11-H4A 1981 REPLACED NIA

'ECH.

SNUBBER

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

01348

N/A

19549

19498

N/A

N/A

N/A

NIA

H BC-1 1-H48

HBC-11-H5

HBC-11-H5A

HBC-11-H58

1978 REPLACED N/A

1982,REPLACED NO

1981 REPLACED '/A
1981 REPLACED N/A

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

N/A

03556

N/A

N/A

N/A

N/A

HBC-11-H16

HBC-11-H16

HBC-11-H17

1982

1977

1982

REPLACED

REPLACED

NO

N/A

REPLACED "
~ NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

024AIII

1. Owner Pennsylvania Power 8 Light Co. Date JANUARY21,1994

Two North Ninth St., Allentown, PA 18101 Sheet 8 of 10

2. Plant

Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit Common

PMR Rh3108A, PMR Rh3108B, PMR 9$3108C, &
PMR ~108D. See Remarks forWork Authorizations

Repair Orrraniaation P.O. No., Job No.. etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System DIESEL GENERATOR SYSTEM 024A CLASS III

5. (a) Applicable Construction Code I I I 19 71 Edition, thru W72 Addenda N111

(b) Appticable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Rephced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

, No)

MECH. SNUBBER

MECH. SNUBBER

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

19499

19519

N/A HBC-11-H17A

NIA 'BC-11-H17B

1981

1981

REPLACED

REPLACED

N/A

NIA

PIPE SUPPORT 6ECHTEL N/A N/A HBC-12-H4 1982 REPLACED

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

01920

N/A

02750

N/A

N/A

N/A

HBC-12-H4

HBC-12-H6

HBC-12-H6

1977

1982

REPLACED

REPLACED

1978 REPLACED

NIA

NO

NIA

PIPE SUPPORT BECHTEL N/A NIA HBC-13-H9 1982 REPLACED

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC—
SCIENTIFIC

PACIFIC
SCIENTIFIC

19557

N/A

06576

N/A

N/A

N/A

N/A

HBC-13-H9

HBC-13-H11

HBC-13-H11A

HBC-13-H11B

1981

1982

1977

1978

REPLACED

REPLACED

REPLACED

REPLACED

N/A

N/A

N/A



024AIII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Required b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Date JANUARY21,1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

9 of

Common

10

PO Box 467, Berwick, PA 18603
Address

PMR 904108A, PMR 904108B, PMR 904108C, &
PMR Rh3108D. See Remarks for Work Authorizations

Repair Organizatice P,O. No., Job No., etc.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System DIESEL GENERATOR SYSTEM 024A CLASS III

S. (a) Applicable Construction Code III 19 71 Edition, thru W72

(b) Applicable Edition of Section XI Utilized for Repairs or Rephcements 1S 80 thiu VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, N<11 Code Case

' Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year ~

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

N/A N/A

N/A

HBC-13-H16

HBC-13-H16 1978 REPLACED

1982 REPLACED

N/A

PIPE SUPPORT BECHTEL N/A N/A HBC-13-H12 1982 REPLACED

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

PP&L

8ECHTEL

PP&L

N/A

N/A

N/A

N/A

N/A

N/A

HBC-13-H12

HBC-13-H15

HBC-13-H15

1993 REPLACMENT NO

1S82 REPLACED

1993 REPLACMENT NO

PIPE SUPPORT 8ECHTEL N/A N/A HBC-13-H18 1982 REPLACED

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

19554

N/A

00220

N/A

N/A

N/A

HBC-13-H18

HBC-13-H19

H BC-13-H19A

1981

1982

1979

REPLACED

REPLACED

REPLACED

N/A

N/A

MECH. SNUBBER PACIFIC
SCIENTIFIC

00216 N/A HBC-13-H19B 1979 REPLACED ~ N/A



(y



1. Owner Pennsylvania Power & Light Co.
Name

Date JANUARY21,1994

024AIII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Two North Ninth St., Allentown, PA 18101
Address

Sheet 10 of 10

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit Common

PMR 9$3108A, PMR 904108B, PMR 904108C, 8
PMR 90-3108D. See Remarks for Work Authorizations

3. Work Performed by

Address

Pennsylvania Power & Light Co.
Name

Repair Orttaniaation P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System DIESEL GENERATOR SYSTEM 024A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru W'72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Rephcements 19 =- 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A HBC-13-H4 1982 REPLACED

PIPE SUPPORT PP&L N/A N/A HBC-13-H4 1993 REPLACEMENT
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024AIII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY23, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet

Unit

I of

Common

PO Box 467, BenNick, PA 18603
Address

PMR 9041 08E, Work Authorizations C23226, C23227,
C23228 & C23512

Repair Organization P.O. No., Job No., etc.

3. Work Performed by PennSylVania POWer 8 Light CO.
sterne

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentilication of System DIESEL GENERATOR SYSTEM 024A CLASS III

5. (a) Applicable Construction Code III 19 71 Edmon, thru W72 Addenda, N<11 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

,Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT. '.

DRAVQ

PACIFIC
SCIENTIFIC

DRAVO

PACIFIC
SCIENTIFIC

DRAVO

N/A

~ 22821

N/A

22816

N/A

NIA

NIA

N/A

'IA

NIA

HBD4300-H3

HBD4300-H3

HBC~2-H5

HB~302-H5

HBC4303-H4

1987

1982

1987

1982

1987

REPLACED

REPLACED

REPLACED

REPLACED

REPlACED

NO

NIA

No

N/A

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

07074 NIA HBC4303-H4 1978 REPLACED N/A

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NO TESTING REQUIRED

Other@ Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8% in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
ecorded at the top of this form.

This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks

Appticahle Manufacturer s Data Reports to he attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Sign
Owner or Owners D rtrnee, Titte VP&uc Operations

Date , 19

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof PE NSYLV NIA and employed by AR IG T MUTUAL NSURANCE CO. of

WALTHAM MASSACHUSE S hav ins ed the components described
in this Owner's Report during the period 7 IdP to a and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corr tive easures described in this
Ovmer's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer.
shall be liable in any manner for any personal Injury or property damage or a toss of any kind arising from or connected with this
inspection. ',

Date

Inspector's Signature ~

is~4
Commissions Ac

National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

024AIII

1. Owner

2. Plant

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St.. Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Date

Sheet

Unit

JANUARY23, 1994

2 of

Common

3. Work Performed by Pennsylvania Power 8 Light Co.
trams

PO Box 467, Berwick, PA 18603
Address

PMR 9M108E, Work Authorizations C23226, C23227,
C23228 & C23512

Repair Organization p.O. No., Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St. ~ Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System DIESEL GENERATOR SYSTEM 024A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thtu W72
~ Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT PP&L N/A NIA HBC~H4 1993 REPLACMENT

PIPE SUPPORT PP&L N/A NIA HBCM02-H13 1993 REPLACMENT NO

PIPE SUPPORT

PIPE SUPPORT

DRAVO

PP&L

N/A

N/A

N/A

N/A

HBC4302-H10

HB~302-H10

1987 REPLACED

1993 ~ REPLACMENT NO

PIPE SUPPORT DRAVO NIA NIA HB~H3 1987 REPLACED

PIPE SUPPORT DRAVO NIA NIA HBC4302-H9 1987 REPLACED

PIPE SUPPORT

PIPE SUPPORT

PP&L

DRAVO

NIA

NIA

N/A

N/A

HBC~2-H9

HBCQ300-H8 1987 REPLACED

1993 REPLACMENT

NO

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

06978 N/A HBCQ300-H8 1979 REPLACED N/A

PIPE SUPPORT

PIPE SUPPORT

PP&L

DRAVO

NIA

N/A

N/A

N/A

HBC~H8

HBC4300-H2 1987 REPLACED

1993 REPLACMENT

NO
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

024AIII

1. Ovmer Pennsylvania Power & Light Co.
Name

Date JANUARY23, 1994

Two North Ninth St., Allentown, PA 18101
Address

Sheet 3 of

2. Plant

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Susquehanna Steam Electric
Station'ame

PO Box 467, Befwick, PA 18603
Address

Unit Common

PMR 9M108E, Work Authorizations C23226, C23227,
C23228 & C23512

Repair Organization P.O. Na, Job No. ~ ete.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System DIESEL GENERATOR SYSTEM 024A CLASS III
C

5. (a) Applicable Construction Code III 19 71 F<fition, thtu W72 Addenda, N"11 1 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Rephcements 19 80 thru thr80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

MECHANICAL
SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

PP&L

DRAVO

PP&L

07000

06890

N/A

N/A

N/A

NIA

NIA

N/A

N/A

N/A

HB~H2B 1979

HBC4300-H2 1993

HBCQ301-H2 1987

HBM301-H2 1993

H8C4300-H2A 1979 REPLACED

REPLACED

REPLACMENT

REPLACED

REPLACMENT,

NIA

NIA

NO

NO



Ir
P

a

024A III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co. ,Date January 27, 1994

Two North Ninth St., Allentown, PA 18101 Sheet 1 of

2. Plant Su uehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit Common

DCP 924015E
WA's C23513 C23514 and CZ%1 5

Repair Organization P.O. Na, Job No.. etc.

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identilicatlon of System DIESEL GENERATORS 024A CLASS III

S. (a) Applicable Construction Code '
I I 19 80 Edion, thru S'81 Addenda, N316 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vlf&0

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

Nathnal Board

Other Identiitcathn Year
Built

Repaired,
Replaced, or

'eplacement

ASME
Code

Stamped
(Yes or

No)

E" D/G JACKET
WATER PIPING

"E" D/G JACKET
WATER PIPING

MORRISON
KNUDSON

PP&L

N/A,

N/A

N/A

N/A

FF61604, SHT.
221C

FF61604, SHT.
221C

REPLACED YES

REPLACEMENT NO

"E" D/G JACKET
WATER PIPING

MORRISON
KNUDSON N/A N/A

FF61604, SHT.
221 N REPLACED YES

"E" D/G JACKET
WATER PIPING
"E" D/G JACKET
WATER SAMPLE

LINE
"E" D/G JACKET
WATER SAMPLE

LINE ISOL VLV

PP&L

PP&L

NELES-
JAMESBURY

. N/A

NC434123-
01AC

N/A

N/A

N/A

FF61604, SHT.
221N

JD41-241

1RV-AP-
034101E 1992

REPLACEMENT NO

REPLACEMENT NO

REPLACEMENT YES

7. Description of Work INSTALLEDSAMPLE STATION TO E D/G JACKET WATER SYSTEM.

8. Tests Conducted: Hydrostatic Pneumaticcj Nominal Operating Pressurrcj
Other@ Pressure 79 psi Test Temp. 62/72 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provkted (1) size Is 8Ya in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is Included on each sheet, and (3) each sheet Is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

VALVE1RV-AP-034101E NPV-1 FORM ATTACHED.
hpprcable Manufacturers Data Reports to be attached

Code for Valve 1RV-AP-034101E is ASME Section III 1974 Edition No Addenda.

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are correct and this
ASME.Code, Section XI.

REPLACEMENT conforms to the rules of the
repatf or replaorfnent

Type Code Symbol Stamp N/A

Certificate of Authorization No. NIA Expiration Date NIA

Signed
Orrner or rs cetic, Tate Vp+uo operations

Date ~ ~g 9P

CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

Date

I, the undersigned, holding a valid commhsion Issued by the National Board of Boiler and Pressure Vessel inspectors and the State
or Province of E S VANIA and employed by RKW IGH UTUALINSU CE CO. of

W L M ASSAC US S ave i pected the components described
In this Owner's Report during the period /D to , and state that
to the best of my knowledge and belief, the Owner has perform examinations and taken correctnre measures described In this
Owner's Report ln accordance with the requirements of the ASME Code, Section XI.

By signing this certilicate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described In this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal Injuryor property damage or a loss of any kind arising from or connected with this
Inspection.

Commissions
National Board, S ate, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

024A III

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Su uehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Date January 27, 1994

Sheet 2 of

Common

DCP 924015E
WA's C23513 C23514 and C23515

Repair Oriiaoiaatiorr P.O. Na, Job No., eto.

3. Work Performed by Pennsylvania Power 8 Light Co.

Two North Ninth St., Allentown, PA 18101
Ackiress

Type Code Symbol Stamp

Authortzation No.

Expiration Date

None

N/A

N/A

4. IdentiTication of System DIESEL GENERATORS 024A CLASS III

5. (a) Applicable Construction Code I I I 1S 80 Edlon,= thru S'81 Addenda, N316

(b) Applicable Edition of Secthn XI Utilized for Repairs or Replacements 1S 80 thiu Vir80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or

Replacement

ASME
Code

Stamped
(Yes or

No)

"E" D/G JACKET
WATER TE~16E MORRISON

THERMOWELL KNUDSON N/A
TE4341 6E

N/A THER MOWELL 1S85 REPAIR YES



(~



1. Manufactured by Heles-Jatnesbu Inc. 6a0 Lincoln St., Iforcester, tD 01605

(N me and Address of N Certificate Holder)

2. Manufactured(Or PermS 1Vania IsOWer S Li ht CO.
a h

trceme end AddreSS Of purtheSer Or Ovmerlr'.
LOCatipn Of tnataltaljpn 1sennS 1Vanza POW 5

4. Pump or Valve Ba
(sterne end Address) rrll;falve Nominal Inlet Srte

(inch)

(b) N Cert)(lcate Holder's (cl Canadian

Sar.'al ,
Registration (d) Drawing

Np. No. Np.

II
Outlet Site

(inChl

(a) Srtodet No„
Series No.

or Type

(f) Nat'I. (g) Year

Bd. No. I)uilt(e) Class

fCNM NPY-1 8 CERTIRCATrN ERTIRCATr OLOERS'ATA REPORT FOR NUCLEA" ~UMPS OR VAQVESe
rw» r

As Reqttirecs (, »se Prov)a)ons of tite ASIDE Code. Sect)or< aiv. 1

8101

(1) 4CB NC-334123-
4CB NC-334123-01AD

(3) 4CB NC-334123-01

(a) 4CB NC-334123-01

(5)

(6)

P)
(8)

(9)

(10)

N A NC-334123-01 v 2

NA -34123- 1 v
N A C- 412 2

1992

Emergency Service Water .

~
tifwfdessnprron of eervios fol'vruch ertuipnwnt ores designed)

*Stat.ion, 5Mi NE of Berwick on U.S. RTll
Seat 177

6. Design Conditions Bodu 275
(tressure I

7. Cold Working Pressure

125e
100

psr
ftempererurel

pci at 100'F.

150'F or Valve Pressure Class

8 . Prcssure Retaining Pieces

Mark No. Material S'pec. No. Manufacturer Remarks

(a) Castin s

(I), RHD

(2)
(3)
(4) RHD -37

ASME-SA

Gr. CP8M

351 Gr. CFBM

Southern Tool Bod
Southern Tool Bod
So t em Tool Bod
Southern Tool Bod

RHS -27 (s -55
(2) RHS-
(3) RHS-
(4) RHS

ASME-SA
351 Gr. CF3M
351 Gr. CF3M
351 Gr. CP3M
351 Gr. CF3M

Southern Tool Caps
Southern Tool Caps
Southern Tool Caps
Southern Tool Ca s

r manually operated valves only. ,~Pal. S~ ~~ <~
aupplernentel Informetlon In the form of Ihts, sketches, or drewlnes mey be used provtded (1) site le alt x 11, (2) Infornwtlon In Items 1

throurrh d on this octo lleport ls Inetuded on cosh sheet, fbi ecch sheet ls hungered end tho number ot srwets ls reoorded et the top of this
forrrt, end (4) cosh oddltlonet sheet shell be slened by the certlfkwts Holder end the ANI.

This form (BXXQY)mey tw obtained from ttw Order Dept ASME, Sa5 t. 47th St., New York, N.Y. 10017



FORM NPV 1 glack)
yh

'eh

Mark No.

fc) Bo)tinp

E0947
~ 9E0947

Materia) Spec. No.

ASME-SA
194 Gr. 8
193 Gr. BS

Manufacturer

Nova Machine
Nova Machine

Remarks

Hex Nut all valves)
Hex HD. Ca SCF

* all valves

(d) Other Parts
RET

ASME-SA
479 T e 316 Neles-Jamesbur Ball (all valves)

9. Hydrostatic test psi Disk Differentia) test pressure psi

CERTlFICATE OF COMPUANCE

We certify that the statements made in this report are correct and that this pump. or valve. conforms to the rules of

upqyEAddenda . Code Case No. . Date + ~

(oste)

Signed y
tv certlrlcste biolosr)

co use the

CERT)FICATlOM OF DES)GN

pe'nns lvania power 6 Light Co.,Two North,Ninth St., AllentownDesign info'rmation on file at
Streis analysis report (Class Y only) on file at

Desipn specifications certified by fl) Dale Stat tar
PE State 8 PE 019525E

Stress sestysis eertitiee by iti

Il)Signature not required. List,name only.

CERT)RCATE OF SHOP NSPECT)ON

I, the undersipned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors
and the State or Province of ~~ ~ nd emp)~d b Pro't ection Mutual

Norwood, Massachusetts ha~ inspected the pump, or ~h, d~~ h this Data Raw'n2- 19 . and state that to the best ofmy knowledge and belief,,the N Certificate Holder has con.z.
ativcted this pump, or valve, in accordance with the ASME Code. Section lll.

By signing this certificate. neither the Inspector nor his employer makes any warranty, expressed or implied. concerning
the equipment described in this Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any
manner for any personal inju or property damape or ~ loss of any kind arisinp from or connected with Chic inspection.2-7'9 Factory Mutual Systems

f)ytsryeoror) tksrl bd„Stsrs. I'. ybtr o.l CLkls



030 OIII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

15 JANUARY, 1994

1 of

2. Plant Sus uehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603

Unit One

DCP 92~20A, WA Irs SEE REMARKS

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.

Repair Organisabon P.O. No. ~ Job No.. eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilicatlon of System CONTROL STRUCTURE CHILLEDWATER 0300 CLASS III
r

5. (a) Applicable Construction Code I I I 19 71 Edition, thru Vtr72 Addenda, N"tt1 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A HRC-13-H15 1982 REPLACED

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT"

PACIPIC

SCIENTIFIC'ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

~ 08317

04575

. N/A

N/A

NIA

NIA

N/A

HRC-13-H15

HRC-1 4-H19

HRC-14.H19

HRC-1 4-H20

1980

1982

1978

- 1982

REPLACED

REPLACED

REPLACED

REPLACED

NIA

N/A

NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

03134 NIA HRC-14.H20 1978 REPLACED N/A

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NO TESTING REQUIRED
'F

(

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/a in. x 11 in., (2) informa-
tion ln items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets Is
recorded at the top of this form.



FORM NIS-2 (Back)

CALC. ¹'s SR-1572, SR-1574, 8 SR-1575
Apptrcabre Manufacturers Data Reports to be attached

WA¹'s C33046 C33047 C33048 8 C33049

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repair or replacement r

Type Code Symbol Stamp N/A
4

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners Dearttn e, 1rtte p&uc Operations

Date ~ 19 eP.

CERTIFICATION OF INSERVICE INSPECTION.

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof P NNS V NA and employed by ARKWRIG UTUAL NSURANC CO. of

WALTHAM MASSACHUSE S h e Ins t the components described
in this Owner's Report during the period to Z and state that
to the best of my knowledge and be! Ief, the Owner has performed examinations and taken co tive easures described in this
Owner's Report In accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the =

examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable In any manner for any personal Injury or property damage or a loss of any Idnd arising from or connected with this
inspection.

Inspector's Signature

Date + PF 19~

Commissions
National Board, State, Province, and Endorsements



,
0300lll

Pennsylvania Power 8 Light Co.
trams

Date 15 JANUARY, 1994

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Two North Ninth St., Allentown, PA 18101
Address

Sheet 2 of

2. Plant

3. Work Performed by Pennsylvania Power 8 Light Co.

Sus uehanna Steam Electric Station
ttame

PO Box 467, Befwick, PA 18603
Address

Unit One

DCP 92~20A, WA0's SEE REMARKS

Repair Organization P.O. No., Job No.. etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentllication of System CONTROL STRUCTURE CHILLEDWATER 0300 CLASS III

5. (a) Applicable Construction Code I II 19 71 Edition, thru VIP72 Addenda, N"f11 Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL NIA N/A HRC-22-H7 '982 REPLACED

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL,

N/A

N/A

N/A

NIA

NIA

N/A

.HRC-22-H7

HRC-22-H16

HRC-22-H16

HRC-22-H18

1978 REPLACED

1982 REPLACED

1981 REPLACED

.1982 REPlACED

N/A

NO

N/A

MECH. SNUBBER PACIFIC
SCIENTIFIC

N/A HRC-22-H18 1981 REPLACED NIA

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

NIA

26081

NIA

N/A

NIA

N/A

HRC-1 7-H4

HRC-1 7-H4

HRC-17-H5

1986 REPLACED

1982 REPLACED

1982 . REPLACED NO

NIA

NO

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

18578

NIA

NIA

N/A

HRC-1 7-H5

HRC-17-H6

1981

1982

REPLACED

REPLACED

N/A

NO



0300lll

1. Owner Pennsylvania Power & Light Co.
Name

Date 15 JANUARY, 1994

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Piant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

3 of

One

3. Work Performed by Penns Ivania Power & Light Co.

PO Box 467, Befwick, PA 18603
Address

DCP 924020A, WA¹'s SEE REMARKS

Repair Orpanitation P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

NIA

4. Indentification of System CONTROL STRUCTURE CHILLEDWATER 0300 CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru Vtf72 Addenda, N"111 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIPSO

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serfal No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME,
Code

Stamped
(Yes or

No)

PIPE SUPPORT PP&L N/A N/A HRC-17-H6 REPLACEMENT

MECH. SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PP&L

17217

NIA

N/A

N/A

NIA

HRC-1 7-H6

HRC-22-H10

HRC-22-H10

1981

1982

REPLACED

REPLACED

REPLACEMENT

N/A

NO

NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

054A III
I

1. Ovmer Pennsylvania Power & Light Co. Date February 3, 1994

Two North Ninth St., Allentown, PA 18101 Sheet 1 of

2. Plant Su uehanna Steam Electric Station Unit COMMON

PO Box 467, Befwick, PA 18603
Ackfress

PMR ¹ 91~33A IWA'S C23173, C23174, C23175,
AND C23215

Repair Orpanization p.O. No., Job tro., eto.

3. Work Performed by Pennsylvania Power 8 Li ht Co.
trams

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentiitcation of System EMERGENCYSERVICE WATER 054A CLASS III

5. (a) Applicable Construction Code III;SEE REMARKS 19 71 Edition, thru W72 Addenda,

(b) Applicable EdNon of Section XI Utilized for Repairs or Repiacements19 80 thiu MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

. Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

Nathnal Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

CORROSION PROBE
ROOT VALVE

LARGE PIPE
SUB-ASSEMBLY

LARGE PIPE
SUB-ASSEMBLY

SMALLPIPE
SUB-ASSEMBLY

TUFLINE

BECHTEL

PP&L

PP&L

N/A

NIA

NIA

N/A

NIA

NIA

RV-AE4)1126

'HRC-104

HRC-1M

SP-HRC-1M

1976

1982 REPlACED YES

REPLACEMENT NO

REPLACEMENT NO

REPLACEMENT YES

7. Descripbon of Work INSTALLNEW CORROSION PROBE AND ISOLATIONVALVEDOWNSTREAM OF ESW PUMP OP504A.

8. Tests Conducted: Hydrostatic X Pneumatic@
Other@ Pressure 188 psi

Nominal Operating Pressure@
Test Temp. AMBIENT F

NOTE: Supplemental sheets in form of lists, sketches, or drawings
tion in items 1 through 6 on this report ls included on each sheet,
recorded at the top of this form.

(12/82)

may be used, provided (1) size is BN in. x 11 in., (2) Informa-
and (3) each sheet Is numbered and the number of sheets is

This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2
(Back)'ODE

DATAREPORT S ATTACHED
ApplicabIe Manufactvrer s Data Reports to be attacherl

CONSTRUCTION CODE FOR TUFLINEVALVES IS ASME SECTION III 1974 EDITION NO ADDENDA

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Cert!ficate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners nee, T AUC. OPERATIONS

Date ,19 %%u~

CERTIFICATIONOF INSERVICE INSPECTION

I, the undersigned, hoMing a valid commission issued by the Nathnal Board of Boiler and Pressure Vessel Inspectors and the State
or Province of S V A - . and employed by R G U UA NSURANC CO of

WALTHAM ASSAC US S ve I s ted the components described
ln this Owner's Report during the period 0 to . Z, and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal Injuryor property damage or a loss of any kind arising from or connected with this
Inspection.

Commissions
inspector's Signature

Dale aaa Z 19~4
National Board, State, Province, and Endorsements
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054A III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer

2. Phnt

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
hdd ress

Su uehanna Steam Electric Station

Date

Sheet

Unit

February 3, 1994

1 of

COMMON

3. Work Performed by Pennsylvania Power & Light Co.

PO Box 467, Berwick, PA 18603
Address

PMR If914033B / WA'S C23176, C23177, C23179,
AND C23217

Repair Organizadon P.O. Na, Job Na, eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Redress

Authorization No.

Expiration Date

N/A

N/A

4. Indentificatton of System EMERGENCY SERVICE WATER 054A CLASS.III

5. (a) Applicable Construction Code Ill:SE< REMARKS 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Secthn XI Utilized for Repairs or Replacements 19 80 thru Mr80

6. Identification of Components Repaired or Replaced and Rephcement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serhl No.

National Board

Other Identilicathn Year
Built

Repaired,
Replaced, or

'eplacement

ASME
Code

Stamped
(Yes or

No)

CORROSION PROBE
ROOT VALVE

LARGE PIPE
SUB-ASSEMBLY

LARGE PIPE
SUB-ASSEMBLY

SMALLPIPE
SUB-ASSEMBLY

TUFLINE

8ECHTEL

PP&L

PP&L

810348-1

N/A

N/A

N/A

N/A

N/A

N/A

RV-AE41130

HRCW1

HRCW1

SP-HRM-2

1976

1982

1992

1992

REPLACED YES

REPLACEMENT NO

REPLACEMENT NO

REPLACEMENT YES

7. Description of Work
INSTALLNEW CORROSION PROBE AND ISOLATIONVALVEATTHE 'E'DG BUILDINGESW RETURN

HEADER

8. Tests Conducted: Hydrostatic X Pneumatic+ Nominal Operating Pressure@
Other@ Pressure 198 psi Test Temp. 86 'F

(

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St. ~ New York, N. Y. 1001 7

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8Ya in. x 11 in., (2) informa-
tion In items 1 through 6 on this report is included on each sheet, and (3) each sheet Is numbered and the number of sheets is
recorded at the top of this form.



FORM NIS-2 (Back)

CODE DATAREPORT S ATTACHED
Apprcable Manufacturer'a Data Reports to be attached

CONSTRUCTION CODE FOR TUFLINE VALVES IS ASME SECTION III 1974 EDITION NO ADDENDA

CERTIFICATION OF COMPLIANCE
We certify that the statements made in the report are correct and this

ASME Code, Section XI.
REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
ror a Design . Title VPAUC. OPERATIONS

Date QP, 19

CERTIFICATIONOF INSERVICE INSPECTION

I; the undersigned, holding a valid commisshn issued by the Nathnal Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof E S LV NIA and employedby R IG UTUALI SU NCE CO . or

WALHA SS C US S have i the components described
in this Owner's Report during the period to 2 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his emphyer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injuryor property damage or a loss of any kind arising from or connected with this
inspection.

Commissions

Date

Inspector's Signature National Board, State, Province, and Endoisements
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

0548-III

1. Owner Pennsylvania Power & Light Co. Date February 18, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Su uehanna Steam Electric Station
Name

„Sheet ~ 1 of

'nit

One

2

PO Box 467, Befwick, PA 18603
Address

DCP 904108H, C23305, C33452

Repair Or pankation P.O. No., Job No., eto.

3. Work Performed by Penns Ivania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

4. Indentilication of System

Expirathn Date

S stem 054B-III Eme enc Service Water

N/A

5. (a) Applicable Construction Code III 1g 71 Edition, thru W72 Addenda, N411

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components Snubber eliminathn

Code Case

Name of
Component

Name of
Manufacturer

Manufactuier
Serhl No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
. Code
Stamped
(Yes or

No)

Pipe Support

Pipe Support

Pipe Support

8echtel

Bechtel

Bechtel

NA

NA

NA

NA

HRC-2-H9

HRC-2-H20

HRC-2-H22

1982

1982

1982

Replaced

Replaced

Replaced

Pipe Support 8echtel NA NA HRC-2-H26 1982 Replaced

Pipe Support

Pipe Support

Bechtef

Bach!el

NA

NA

JRDQ2-H2,

JRD42-H4 1982

Replaced

Replaced

7. Description of Work Snubber Elimination

8. Tests Conducted: Hydrostatic Pneumatic@
Other+ Pressure psl

Nominal Operating Pressure@
Test Temp. 'F

None Required

NOTE: Supplemental sheets In form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 In., (2) informa-
thn ln items 1 through 6 on this report is Included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

dl

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

S. Remarks None
Appricabla Manrrlactvrers Data Repots to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made ln the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A ~

Certificate of Authorization No. N/A Expiration Date N/A

Sign
Owner or rs Design, Trite Vp&ucoperations

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the Natkxtal Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof P S V I and employed by IG UTUAL SU CO of

A S C US S hav 'ns ed t e components described
in this Ovmer's Report during the period /0 5 to z , and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described in this
Ovmer's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this cerlilicate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described In this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable ln any manner for any personal Injuryor property damage or a loss of any kind arising from or connected viith this

inspection.

Commissions

Date

Inspector's Signature

1S~Cf
Nagonal Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Date February 18, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet

Unit

2 of

One

3. Work Performed by Pennsylvania Power & Light Co.
Name

PO Box 467, Befwick, PA 18603
Address

DCP 953108H, C23305, C33452

Repair Oriianlzabon P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System S stem 054B-III Eme enc Service Water

5. (a) Applicable Construction Code III 19 71 Edieon, thru Vlf72 Addenda, N41 1

(b) Applicable Edmon of Section XI Utilized for Repairs or Replacements 19 80 thiu M%1

6. Identification of Components Repaired or Replaced and Replacement Components Snubber elimination

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

Nathnal Board

Other Identification Year ~

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Mechanical Snubber Pacific Scientific NA HRC-2-H9 1977 Replaced NA

Mechanical Snubber PaciTic ScientiTic 17220 HRC-2-H20 1981 Replaced NA

Mechanical Snubber Pacific Scientific

Mechanical Snubber Pacilic Scientilic

Mechanical Snubber Pacific Scientittc

19501

17235

NA

NA

HRC-2-H22

HRC-2-H26

JRD42-H2

1978

1981

1981

Replaced

Replaced

Replaced

NA

NA

NA

Mechanical Snubber Pacific Scientific 21563 NA J ROD-H4 1982 Replaced



~ s

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

't25A III

Pennsylvania Power & Light Co. Date February 2, 1994

Two North Ninth St., Allentown, PA 18101 Sheet 1 of

2. Plant Su uehanna Steam Electric Station
Name

Unit ONE

PO Box 467, Befwick, PA 18603
PMR 90-9095 WA's C33305, C33306, C33307

3. Work Performed by

Address

Penns Ivania Power & Li ht Co.
Name

Repair Oriianlzation p.o. No., Job No., ete.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101 Authorization No. N/A

Expiration Date

4. Indenttiicatton of system CONTAINMENTINSTRUMENT GAS SYSTEM 125A

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

N/A

CLASS III

Code Case
* SEE REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serhl No.

Nathnal Board

Other Identification Year
Built

Repaired,
Replaced, or
Rephcement

ASME
Code

Stamped.
(Yes or

No)

1" MANUALISO
VALVE

1" MANUALISO
VALVE

PCV

BORG
WARNER

YARWAY

TARGET
ROCK

C0766

75KK~I%

NA 1-26415

NA PCV-1 2643

NA ', "1-26415

1976 REPLACED

REPLACEMENT

REPLACED

YES

YES

YES

PCV
VALVEASSEMBLY

1" MANUALISO
VALVE

1" MANUALISO
VALVE

VALCOR

BORG
WARNER

YARWAY

SN¹1

19699

C0697

NA

NA

NA

PCV-12643

1-26426

1-26426

1993

'977

REPLACEMENT

REPLACED

REPLACEMENT

YES

YES

YES

7. Description of Work Install new Manual Iso Vlv and new PCV Valve Assembl

8. Tests Conducted: Hydrostatic Pneumatic@

Other@ Pressure ~uiuaa,t psi

Nominal Operating PressureQx

Test Temp. 80 'F

NOTE: Supplemental sheets in form of lists, sketches, or draviings may be used, provided (1) size is 8N ln. x 11 ln., (2) informa-
tion ln items 1 through 6 on this report is included on each sheet, and (3) each sheet Is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

CODE DATAREPORT S) ATTACHED
Applicable Manufacturer'e Data RepNta to be attached

* Seal and stem assembl for existin PCV 12648 that were re laced durin maintenance work were not

code items as documented on NCR 94-025.

Construction code for Valcor PCV's and 1" Yalwa valves is ASME Section III 1986 Edition no addenda

CERTIFICATION OF COMPLIANCE

We certify that the statements made ln the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repair cr replacement

Type Code Symbol Stamp

Certilica!e of Authorization No.

Signed

.N/A

N/A

Expiration Date

Date

N/A

.rr Q~
er cr Ownere, Ti5e PRESr DENT ~CLEAR OPS.

CERTIFICATIONOF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the Nathnal Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof ENNS LV NIA and employed by ARKWRIGH MU UAL INSURANCE CO of

WALTHAM ASSAC Us S hav ns the components described
in this Owner's Report during the perktd to P and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corr tive m asures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Ownet's Report. Furthermore, neither the Inspector nor his employer
shall be liable h any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Commissions

Date

Inspector's Signature

19

National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

125A III

1. Ovmer Pennsylvania Power & Light Co. Date February 2, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Sheet

Unit

2 of

ONE

PO Box 467, Befwick, PA 18603
Address

PMR 90-9095 WA's C33305, C33306, C33307

Repair Organization P.O. No.. Job No., eto.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. NIA

Expiration Date

4. Indentification of System CONTAINMENTINSTRUMENT GAS SYSTEM 125A

5. (a) Applicable Construction Code I I I 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

NIA

CLASS III

Code Case
* SEE REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

*
PCV

PCV
VALVEASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

TARGET
ROCK

VALCOR

BECHTEL

PPL

75KK&t-1

SNIf 2

NA

NA

NA

NA

NA

PCV-12648

PC V-1 2648

SP4:CC-101-1

SP-CCC-101-1

1980 REPLACED

1993 REPLACEMENT

1982 REPLACED

1993 REPLACEMENT

YES

YES

YES

NO

SMALLPIPE
ASSEMBLY

BECHTEL NA NA SP-HCC-101-1 1982 REPLACED YES

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

PPL

BECHTEL

PPL

BECHTEL

PPL

NA

NA

NA

NA

NA

NA

NA

NA

NA

SP-HCC-101-1

SP-CCC-102-3

SP-CCC-102-3

SP-HCC-139-1

SP-HCC-139-1

1993 REPLACEMENT

1982 REPLACED

1993 REPLACEMENT

1982 REPLACED

1993 REPLACEMENT

NO

YES

YES

NO



SHOP ORDER 72341 REGISTER 89670
FORM NPV-1 CERTIFICATE HOLDERS'ATA REPORT FOR NUCLEAR PUMPS OR VALVES

As Required by the Provisions of the ASME Code, Section III, Division 1

Pg. 4 of 5

1. Manufactured and cenifiedby Yarwa Cor oration B1ue Be11 PA 19422
(name and address ot N Cen)f)cate Holder)

2, Manufactured for Penna ~ Power 8) Li ht Com an, Al 1 entown, PA 18101
(name and address of Purchaser or Owner)

Susquehanna SES, Berwick, PA 186033. Location of installation
(name and address)

4. Model No.. Series No.. or Type Ora wing Rev.~ CRN

Va1ve
SA-182

7. Material: Body Gr. f316L

6. Pump or valve

(al

Cert.
Holder's

Serial No.

C 7

(bl
Nat'I

Board

No.

5. ASME Code, Section III, Oivision 1:

(Code Case no.l

1
(in.l

(editionl (addenda data) (classl

Nominal inlet size Outlet size

isk ANS5385E
i

/'i'cl:

- i g f' (dl
Body Bonnet
Serial Serial
No. No.

BA 2906
A11 va1ves listed on this re ort

d.

(el
Disk

Serial

No.

tIC
have the same

Supp)emanta) )ntormation in form of lists, sketches. or drawings may ba used provided (1) size is 8yi x 11. (2) (nformation in items 1 through 4
on this cata Report is included on each sheet. I3) each sheet is numbered and tha number ol sheets is recorded at the top at this farm.

(12/86) This torm(E00031) may be obtained tram the Order capt., ASME. 22 Law Oi(ve, Box 2300, Fair()e)d, NJ 0700/ 2300.



FORM NPV-1 (back)

B. Remarks

Bonnet column d is re laced b backseat bushin in this valve desi n.

9. Design conditions
lpressurel

10. Cold working pressure

psi
(temperaturel

psi at 100'F

F or valve pressure class

11. Hydrostatic test psi. Disk differential test pressure 33 psr

Design Specification certified by
Design Report certified by

CERTIFICATION OF DESIGN

Matt ew Mgb r Jr. P,e gas«PA „,g „, ~0118E
I

p.e. stats ~M Rag. as. 23225

CERTIFICATE OF SHOP COMPLIANCE

We certify that the statements made in this report are correct and that this pump or valve conforms to the rules for construction
of the ASME Code, Section III, Division l.
N Certificate of Authorization No.. '"2449 Expires ll 14 92

Date "~ arne Signed
e(N Certificate Holderl lauthorized representativel

CERTIFICATE OF SHOP INSPECTIOff

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and

the State or Province of and employed by
of * have inspected the pump, or valve, described in this Data Report on

rcpf . 19 ~O. and state that to the best of my knowledge and belief, the Certificate Holder has

constructed this pump, or valve. in accordance with the ASME Code, Section III. Division 1.

By signing this certificate. neither the inspector nor his employer makes any warranty. expressed or implied, concerning the

component described in this Data Report. Furthermore, neither the inspector nor his employer shall be liable in any manner for

any personal injury or property damage or a loss of any kind arising from or connected with this inspection.
*Factor Mutual System

Commissions
IAuthorized Inspectorl (rrat'I. Bd. (incr. endorsementsl state or prov. and no.l

11) For manually operated valves only.



SHOP OROER 72341 REGISTER 89670
FORM NPV-1 CERTIFICATE HOLDERS'ATA REPOR f FOR NUCLEAR PUMPS OR

VALVES's

Required by the Provisions of the ASME Coda. Section III, Oivision 1

Pg. of5 5

1. Manufactured and certifiedby Yarwa Cor oration Blue Bel I PA 19422
lname and address of N Cenificate Hoiderl

M f d f Penna . Power 8t Li ht Com an, Allentown, PA 18 101
lname snd address of Purchaser or Ownerl

l.ocation of instailation Susquehanna SES, Berwi ck, PA 18603
tname snd addressl

4. Model No., Series No.. or Type Drawing Rev.~ CRR

6. Pump or valve
SA-182

7. Material: Body Gr. F316L

ia)

Cert.
Holder's

Serial No.

lb)
Nat'I

Board

No.

5. ASM'ode. Section III, Division 1:
lclsssllednioni laddenda date)

Nominal inlet size 1 Outlet size
in.l

ANS5385E

i. e'r~
Ic) g.ir id)

Body Bonnet
Se/ial Serial

No. No.

BA

lin.i

ICode Case ro i

!e)

Oislt

Serial

No.

'uooiementai information in form of lists, stretches. ot drawings msy be used orov<ded ill site is 8 yi x I I. I2) information in items i throve
on this oats Reooit is mciuded on each sheet. I3l each sheet is numbered and the number of sheets is recorded at the too ol this form

I 12/8 BI This form IS00037) may be obtained from tne Order Qeet.. ASMB. 22 t.aw Orive. Box 2300, Pairfie'Id. Nd 07007 ) 3:0



FORM NPV-1 (back)

B, Remarks

8cnnet (column d) is Ieplaced by backseat bushing-in this valve design.

9. Design conditions
ioressurei

10. Cold working pressure

psr 4F or valve pressure class
liempereiurel

'si at 1004F

~ 'I g

11. Hydrostatic test psi. Disk differential test pressure /Sr

CERTIFICATION OF DESIGN

Design Specification certified by "iatth > H 1'1I p.E. State PA R,g „~0118
'esign Report certified by R.g. gigig ~rr Reg g ~23 25

CERTIFICATE OF SHOP COMPLIANCE

We certify that the statements made in this report are correct and that this pump or valve conforms to the rules for construcuon
of the ASME Code. Section III, Division 1.

N Certificate ol Authorization No. N"2449 Expires 11 14 92

'N CertrirCSte Hdrderr
Signed

leuthonted reoresentetivel

CERTIFICATE OF SHOP INSPECTION

I. the undersigned. holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and

the State ar Prownce of and employed by
of * have inspected the pump, ar valve. described in'this Data Report or
Sf I'~ I t . 19 ~. and state that to the best ot my knowledge and belief, the Certificate Holder nas,

constructed this pump. or valve, in accordance with the ASME Code, Section III, Division 1.

By signing this certificate. neither the inspector nor his employer makes any warranty, expressed or implied. concerning tne

COmpOnent deSCribed in thiS Data Repart. Furthermare, nenher the inSpeatar nOr hiS emplOyer Shall be liable in any manner rar

any personal injury or property damage or a lass of any kind ansing from or connected with this inspection.
*Facto y Mutual System

Date ~ i~ ~ 0 Sigped Commissions
rAutnorrzed Insoeciori INet'I. 8d. rinol. endOreementei Stere Or OrOV. end nO .

I II For manually operated valves only.



N58909

Va cor f)t)

FORM NPV-1 CERTIFICATE HOLDERS'ATA REPORT FOR NUCLEAR PUMPS OR VALVES
As Required by the Provisions of the ASME Code. Section III, Division 1

Pg.1 of 2

VALCOR ENGINEERING CORPORATION
2 Lawrence Road, Springfield, N.J. 07081

1. Manufactured and certified by
(nome and address of N Cenificote Holder)

Pennsylvania Power & Light
2. Manufactured for

(nome and address oi purchaser)

3 l pcatjpn pf jnstalfatjpn SuSquehanna Steam EleCtriC Statian, BerWiCk,'a
inome ano address)

4. Model No., Series No., or Type Drawing 1 Rev.

5. ASME Code, Section III, Division 1:

6. Pump or valve

7. Material: Body

1986
(editionl (adrienda date) (cross)

Npmjnal jnlet sjze 1 SCHD 160 Outlet size 1
(in.)

Bonnet N/A

N A
ICode Case no.l

SCHD 40
(in.l

fa)

Cert.
Ho)der's

Serial No.

1 thru 6 N A

lb)
Nat'I

Board

No.

fc)

Body

Serial

No.

U378NU

fd)

Bonnet

Serial

No.

le)

Disk

Serial
~ No.

(y

~ Supplemental information In form of lists. sketches, or drawings may be used provided illsize Is 8y x 11. (2) information In items 1 through 4
on this Oats Repon is included on each sheet. (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

() 2/88) This lorm (800037) may be obtained from the Order Dept., ASME. 22 Law Drive. 8ox 2300, Fairfield. N3 07007.2300. r
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58909

FORM NPV-1 (8ack —Pg. 2 of 2 )

Valcor I)878

(

8. Design conditions
Ipressurel

psl 139
Itempereturel

Certificate Holder's Serial No.. 1 thru 6

N/A
4F or valve pressure class

psi at 100'F

psi. Disk differential test pressure 4150

Body P/N V52010-06-11; Housing, Spring V52091-06-7, SA479-316
1 1. Remarks:

L N U445NU. V52047-6-11 Retainer Seat SA479-316, L/N 699NU

ps l

CERTIFICATION OF DESIGN

Design Specification certified by

Design Report certified by

Dale Sattar
P.E. State

P.E. State

Penn
Reg. no.

Reg. no.

019525-E

CERTIFICATE OF COMPL!ANCE

We certify that the statements made in this report are correct and that this pump or valve conforms to the rules for construction

of the ASME Code, Section)II, Division 1. N1076 5 /93
I Certificate of Authorization No. Expir s

4

Valcor Enaineerina Cora.
IN Cenificete Holderl

Signed
horfz epresentetivel

CERTIFICATE OF INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and

the State or Province of and employed by Factor Mutual *

of Norwood Massachusetts have inspected the pump, or valve, described in this Data Report on

, and state that to the best of my knowledge and belief, the Certificate Holder has con-

structed this pump, or valve, in accordance with the ASME Code. Section llf, Division 1. ~Allendale Zns. Co.

By signing this certificate, neither the inspector nor his employer makes any warranty, expressed or implied. concerning the

component described in this Data Report. Furthermore, neither the inspector nor his employer shall be liable in any manner for

any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

12/16/92 S. „d~
IAvthented Inspecto

Commissions ~"
INet'I. Bd, encl. endorsementsl end stete or prov. eno no.)

I1) For manually operated valves only.
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

134GIII

,1. Owner Pennsylvania Power 8 Light Co. Date " 15 JANUARY, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet

Unit

1 of

One

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

PO Box 467, Beiwick, PA 18603
Address

DCP 924020A, WA¹ C33041

Repair Oriraoiaadorr P.O. No., Job No.. eio.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilicatlon of System RHR PUMP ROOM COOLING SYSTEM 134G CLASS III
s

5. (a) Applicable Construction Code III 19 71 Edition, thru Vtf72 Addenda, N 111 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VP80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

PIPE SUPPORT

MECH. SNUBBER

8ECHTEL

~ PP&L

PACIFIC
SCIENTIFIC

N/A

N/A

02263

NIA

N/A". r

N/A

, HRC-131-H1

HRC-131-H1

1993 REPLACEMENT

1977 REPLACED

HRC-131-H1 1982 REPLACED NO

NO

NIA

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic+ Nominal Operating Pressure@ NO TESTING REQUIRED

Other@ Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report Is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

9. Remarks CALC. PLS-924
Applicable Mancfacbrrers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the

ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp

Certificate of Authorization No.

Signed

N/A

N/A

Expiration Date

Date

N/A

g7, 19

Owner or 99rs Deslg e. Title Vl9&ucOperations

CERTIFICATIONOF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employedby ARKWRIGHT UTUALINSU NCECO of

W LTHAM MASSACHUS S have s the mponents described
in this Owner's Report during the period to and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described in this
Owner's Report In accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

CommissIons
Inspector's Signature

Date cr cP 19~~
National Board, State, Province, and Endorsements



rs

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

135 BIII

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY26, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet 1 of

Unit One

PO Box 467, Berwick, PA 18603
Address

3.work Performedby Pennsylvania Power 8 Light Co. Type Code Symbol Stamp None

PMR 92Q020F / Work Authorizations C33172,
C33190 C33191 C33192 & C33197,

Repair Organization P.O. No., Job No., eto.

Two North Ninth St., Allentown, PA 18101
Address

Authorization No

Expiration Date

N/A

N/A

4. Indentiilcation of System Fuel Pool Coolin 8 Clean - U S stem 135B Class III

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

'SME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A HBC-117-H3 1982 REPLACED ~ ~ NO

PIPE SUPPORT PP&L N/A ~ HBC-117-H3 REPLACEMENT NO

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

N/A

N/A

N/A

N/A

HBC-117-H2

HBC-117-H2

HBC-117-H5

1982

1978

1982

REPLACED

REPLACED

REPLACED

NO

N/A

PIPE SUPPORT PP&L N/A N/A HBC-117-HS 1993 REPLACEMENT NO

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic+ Nominal Operating Pressure@ NO TESTING REQUIRED
'F

I

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017
H

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8Ya in. x 11 in., (2) informa-

tion in items 1 through 6 on this report is induded on each sheet, and (3) each sheet is numbered and the number of sheets is

recorded at the top of this form.



FORM NIS-2 (Back)

The following later edition / addenda of the original construction code and new code case were
Applicable Manufacbrrers Oats Reports to be anached

used in the desi n of this modification: ASME Section III 1977 Edition throu h summer 1979 Addenda.

Subsection NC/ND-2658.3 Anal sis of flan ed oints 8 Subsection NB-3650 Nuclear Class 1 evaluation

onl Code Case N-411 Alternate Dam in Values forSeismicAnal sisof Class1.2 8 3 Pi in Section

III Division 1.

CERTIFICATION OF COMPLIANCE
We certify that the statements made in the report are correct and this,

ASME Code, Section XI.
REPLACEMENT .conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate ofAuthorimtlon No. N/A Expiration Date N/A

Signed
Owner or Owner'esitrnee, 7 e VP&uc Operations

Date ,19

CERTIFICATION OF INSERVICE INSPECTION

I; the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvlnceof P NNSY V NIA and employed by AR RIG MUTU NSU NCE CO. of

WALTMAM MASSACHUSE S have ins ected the components described
in this Owner's Report during the period to . and state tha\
to the best of my knowledge and belief, the Ovmer has pe ormed examinations and taken corrective measures described In this ~

Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the

examinations and corrective measures described in this Owners'Report. Furthermore, neither the Inspector nor his employer
shall be liable ln any manner for any personal injuryor property damage or a loss of any kind arising from or connected viith this
inspection.

Commissions

Date

Inspector's Signature19'ational Board, State, Province, and Endorsements,



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

135BIII

1. Owner Pennsylvania Power 8 Light Co. Date JANUARY26, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 2 of

Unit One

3,

3. Work Performed by Pennsylvania Power & Light Co.
Nsme

PO Box 467, Berwick, PA 18603
Address

PMR 92~F /Work Authorizations C33172,
C33190 C33191 C33192 & C33197.

Relrslf Ofgsrrlssieir P.O. Ne., deb Ne., eie.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentificatton of System Fuel Pool Coolin & Clean - U S stem 135B Class III

5. (a) Applicable Construction Code III 19 71 Edition, thiu W72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Rephcement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

PIPE SUPPORT

BECHTEL

PP&L

NIA

N/A

N/A

N/A

HBC-117-H6

HBC-117-H6

1982

1993

REPLACED

REPLACEMENT

NO

NO

PIPE SUPPORT . BECHTEL NIA N/A HBC-117-Hj 1982 REPLACED NO

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

8ECHTEL.

PACIFIC
SCIENTIFIC

06812

N/A

N/A

N/A

N/A

HBC-117-H7 1978

HBC-117-H8 1982

HBCs117-H8 . 1982

REPLACED

„REPLACED

REPLACED

NIA

NO

N/A

PIPE SUPPORT BECHTEL NIA N/A HBC-117-H9 1982 REPLACED NO

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

NIA

00105

N/A

N/A

NIA

HBC-117-H9

HBC-117-H10

HBC-117-H10

1982

1982

1977

REPlACED

REPLACED

REPLACED

N/A

NO

N/A

PIPE SUPPORT BECHTEL N/A N/A HCC-106-H10 1982 REPLACED



t

Cy



135Blll
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co. Date JANUARY26, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

3 of

One

PO Box 467, Befwick, PA 18603
Address

PMR 924020F IWork Authorizations C33172,
C33190 C33191 C33192 & C33197.

Repair Organization P.O. No., Job No. ~ eto.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

zk Indentification of System Fuel Pool Coolin & Clean-U S stem135B Class III

5. (a) Applicable Construction Code I I I 19 71 Edition, thru Vr72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other ldentilication Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

08697

N/A

N/A

N/A

NIA

HCC-106-H10A

HCC-106-H10B

HCC-106-H11

1980 REPLACED

1980 REPLACED

1982 REPLACED

NIA

N/A

PIPE SUPPORT PP&L N/A N/A HCC-106-H11 1993 REPLACEMENT NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

145AII

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

January 25, 1994

1 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Belwick, PA 18603

Unit One

DCP 92Q020C C33209, C33210, C33211 ~ C33212,
C33215, C33216, C33217, C33216, C33219, C34065

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System FEEDWATER SYSTEM 145A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition thru W72 Addenda, N41 1 Code Case
(b) Applicable EdiVon of Section XI Utilized for Repairs or Replacements 19 80 thiu Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other IdenVficaVon Year
Built

,, Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A DBD-106-H2 1982 REPLACED ' NO

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

01370

N/A

09451

N/A

N/A

NIA

N/A

... N/A

, DBD-106-H2

DBD-106-H3

DBD-106-H3

DBD-106-H4

,1978

1982

1982

1982

REPLACED

REPLACED

REPLACED

REPLACED

N/A

NO

N/A

MECH. SNUBBER PACIFIC
SCIENTIFIC

00307 N/A DBD-106-H4 1980 REPLACED NIA

7. Description of Work REMOVE SNUBBERS / NO REPLACEMENT / MODIFYSUPPORTS

8. Tests Conducted: Hydrostatic Pneumatic+ Nominal Operating Pressure@ NONE X
Other@ Pressure psi Test Temp. 'F

(

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8Yz in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.



FORM NIS-2 (Back)

9. Remarks
Applicabta Manutacturers Data Reports to ba attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the .
repair or replacement

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A

Signed

.2 rf'wner or Owners Desig, Trite P+uc Operations

Date A aP .~99~

CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel, Inspectors and the State
or Province of PENNS LVANIA and employed by ARKWRIGHTMUTUALINSURANCE CO. of

WALTHAM ASSACHUS S have i pe e the components described
ln this Owne Vs Report during the period . to z. ~p and state that
to the best of my knowledge and belief, the Owner has pe ormed examinations and taken corrective measures described in this
Owne Vs Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Imp!led, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor.his employer
shall be liable in any manner for any personal inJury or property damage or a loss of any kind arising from or connected with this
Inspection.

commlssloss rrrs 2 rJC Mb J /r
National Board, State, Province, and Endorsements

Date u >8'od



145AII

'
1. Ovmer Pennsylvania Power 8 Light Co. Date January 25, 1994

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Sheet

Unit

2 of

One

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

PO Box 467, Berwick, PA 18603
Address

DCP 92~0C C33209, C33210, C33211 ~ C33212,
C33215, C33216, C33217, C33216, C33219, C34065

Repair Organization P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentificatlon of System FEEDWATER SYSTEM 145A CLASS II

5. (a) Applicable Construction Code I I I 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section.XI Utilized for Repairs or Replacements 19 80 thiu MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case ~

Name of
Component

Name of
Manufacturer

Manufacturer.
Serial No.

National Board
No. Other tdentilication Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

N/A

02110

N/A

N/A

NIA

N/A

NIA

DBD-106-H5 1982

DBD-105-H10 1982

DBD-106-HGA 1977

DBD-106-HSB 1980

REPLACED

REPLACED

REPLACED

REPLACED

NIA,

N/A

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

01169

N/A

01153

01157

N/A

16845

N/A

N/A

NIA

N/A

N/A

N/A

N/A

N/A

DBD-105-H10 1977

DBD-105-H11 1982

DBD-105-H11A 1977

DBD-105-H11B 1977

0 8 0-105-H13 1982

D8D-105-H13 1981

DBD-105-H16 1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

NIA

NO

N/A

N/A

N/A

NO



rs

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

145AII

1. Owner Pennsylvania Power 8 Light Co.
Name

Date January 25, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Sheet 3 of

Unit One

DCP 92~20C C33209, C33210, C33211 ~ C33212,
C33215, C33216, C33217, C33216, C33219, C34065

3. Wortt Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Regair Organization P.O. Na, Job No.. etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System FEEDWATER SYSTEM 145A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

te Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other identification

Year'uilt

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

14785

NIA

02510

N/A

N/A

NIA

N/A

N/A

NIA-

DBD-105-H16B 1983

DBD-105-H17 1982

DBD-105-H17 1977

DBD-105-H18 1982

DBD-105-H16A 1980 REPLACED

REPlACED

REPLACED

REPLACED

REPlACED

N/A

N/A

N/A

NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

21559 NIA 0BD-105-H18 1982 REPLACED N/A

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

N/A

08605

N/A

N/A

N/A

N/A

DBD-101-H38

D8 D-1 01-H38

D8 D-1 01-H52

1982

1981

1982

REPLACED

REPLACED

REPLACED

'O

N/A

NO

e
MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

02798

N/A

NIA

N/A

DBD-101-H52

D8D-1 01-H59

1978

1982

REPLACED

REPLACED

N/A



145AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date January 25, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 4 of

Unit One

PO Box 467, Berwick, PA 18603
Address

3. work Performed by Pennsylvania Power 8 Light Co.

OCP 92C020C C33209, C33210, C33211, C33212,
C33216, C33216, C33217, C33216, C33219, C34065

Repair Organization P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

.4. Indentification of System FEEDWATER SYSTEM 145A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

' Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identi%cation Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

. MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

8ECHTEL

02132

02109

N/A

N/A

NIA

DBD-101-H59B 1977

DBD-10'I-H61 1982

DBD-101-H59A 1977 REPLACED

REPLACED

REPLACED

NIA

N/A

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

01514

01515

N/A

00274

N/A

13765

01220

N/A

N/A

N/A

N/A

NIA

NIA

N/A

NIA

D8D-101-H61A 1978

DBD-101-H61B 1978

DBD-101-K62 . 1982

DBD-101-H62A 1978

D8 D-101-H63 1982

DBD-101-H63A 1982

DBD-101-H63B 1977

D8D-101-H62B 1977

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

N/A

N/A

NO

N/A

N/A

N/A

N/A



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

r

Pennsylvania Power 8 Light Co.
Name

Date January 25, 1994

Two North Ninth St., Allentown, PA 18101
Address

Sheet 6 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603

Unit One

DCP 92~20C C33209, C33210, C33211 ~ C33212,
C33215, C33216, C33217, C33218, C33219, C34065

Address

3. Work Performed by PennSylVania POWer 8 Light CO.
Name

Repair Organization P.O. No., Job Na. etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System FEEDWATER SYSTEM 145A CLASS II

5. (a) Appticable Construction Code III 19 71 Edition, thru W72 Addenda, N<1" Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A NIA DBD-101-H32 1982 REPLACED NO

PIPE SUPPORT PP&L N/A N/A 0B0-101-H32 REPLACEMENT NO

PIPE SUPPORT BECHTEL N/A N/A DBD-101-H33 1982 REPLACED NO

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

PP8 L

8ECHTEL

PP8 L

NIA

N/A

N/A

N/A

N/A

NIA

DBD-101-H33

DBD-101-H49

DBD-101-H49

1993

1982

REPLACEMENT

REPLACED

REPLACEMENT NO

PIPE SUPPORT BECHTEL N/A NIA GBD»122-H4 1982 REPlACED
NO'IPE

SUPPORT

PIPE SUPPORT

PIPE SUPPORT

PP&L

BECHTEL

PP&L

N/A

N/A

N/A

N/A

N/A

N/A

GBD-122-H4

0B0-101-H40

DBD-101-H40

1993

1982

1993

REPLACEMENT

REPLACED

REPLACEMENT

PIPE SUPPORT BECHTEL N/A NIA DBD-101-H57 1982 REPLACED NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

14GAII

2. Plant

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Date

Sheet

Unit

January 25, 1994

7 of

One

PO Box 467, Befwick, PA 18603
Address

3. work Performed by Pennsylvania Power 8 Light Co.
Name

DCP 924020C C33209, C33210, C33211 ~ C33212,
C33215, C33216, C33217, C33216, C33219, C34065

Repair Organizadon P.O. Na, dob Na, eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System FEEDWATER SYSTEM 145A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, ~
thru W72 Addenda, N111

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MESO .

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

PP&L

BECHTEL

PPS L

N/A

N/A

N/A

N/A

N/A

N/A

DBD-101-H57

DBD-101-H58

DBD-101-H58

1993 REPLACEMENT NO

19S2 REPLACED

1993 REPLACEMENT NO

PIPE SUPPORT 8ECHTEL N/A N/A DBD-101-H36 1982 REPLACED

PIPE SUPPORT

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PP&L

6ECHTEL

PACIFIC
SCIENTIFIC

PP&L

N/A

N/A

00149

N/A

N/A

N/A

N/A

N/A

DBD-101-H36

DB0-101-H41

0BD-101-H41

0 8 0-101-H41

1982 REPLACED NO

1981 REPLACED N/A

1993 REPLACEMENT NO

1993 REPLACEMENT NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

08622 N/A D8D-1 01-H41 1981 REPLACEMENT N/A

PIPE SUPPORT

PIPE SUPPORT

BECHTEL

PP&L

N/A

N/A

N/A

N/A

DBD-101-H51

DBD-101-H51

1982

. 1993

REPLACED NO

REPLACEMENT NO



145A!I

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Date

Sheet

Unit

January 25, 1994

8 of

One

PO Box 467, Berwick, PA 18603
Address

DCP 92-3020C C33209, C33210. C33211 ~ C33212,
C33215, C33216, C33217, C33216, C33219, C34065

Repair Organlzadon P.O. tre., Job No.. etc.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System FEEDWATER SYSTEM 145A CLASS II

5. (a) Applicable Construction Code III '9 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vlf&0

6. Identification of Components Repaired or Rephced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

BECHTEL

PP&L

BECHTEL

N/A

N/A

N/A

N/A

N/A

NIA

0BD-101-H53

DBD-101-H53

DBD-105-H7

1982

1993

1982

REPLACED

REPLACEMENT

REPLACED

NO

NO

NO

PIPE SUPPORT PP& L N/A N/A DBD-105-H7 1993 REPLACEMENT NO

PIPE SUPPORT

PIPE SUPPORT

MECH. SNUBBER

BECHTEL

PP&L

PACIFIC
SCIENTIFIC

N/A

N/A

08695

N/A

N/A

N/A

0 8D-1 05-H14 1993

DBD-105.H14 1980
R

DBD-105-H14 1982 REPLACED

REPLACEMENT

REPlACEMENT

NO

N/A

PIPE SUPPORT 6ECHTEL N/A N/A DBD-101-H54 1982 REPLACED NO

'0

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

PP8L

BECHTEL

PP&L

N/A

NIA

N/A

N/A

N/A

NIA

DBD-101-H54

DBD-101-H55

D8 D-1 01-H55

1993

1982

1993

REPLACEMENT

REPLACED

REPLACEMENT



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Su uehanna Steam Electric Station

Date

Sheet

Unit

February 4, 1994

1 of

ONE

3. Work Performed by Penns lvania Power & Light Co.

PO Box 467, Berwick, PA, 18603
Address

PMR ¹ 93-9012 / WA'S ¹ C33273 & C33274
Repair Organizaron p.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authortzation No.

Expiration Date

N/A

N/A

4. Indentification of System FEEDWATER SYSTEM 145A CLASS II

5. (a) ApplicaMe Construction Code III 19 71 Edition, thiu W72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vlf&0

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

FEEDWATER CIV
SOFT SEAT

RETAININGRING
CAPSCREWS

FEEDWATER CIV
SOFT SEAT

RETAININGRING
HEX HEAD BOLTS
FEEDWATER CIV

SOFT SEAT
RETAININGRING

CAPSCREWS
FEEDWATER CIV

SOFT SEAT
RETAININGRING
HEX HEAD BOLTS

PP&L

PP&L

PP&L

PP&L

NIA

NIA

N/A

NIA

NIA

N/A

N/A

HV-141 F032A

HV-141 F032A

HV-141F032B

HV-141 F032B 1993

REPLACED

REPLACMENT

REPLACED

REPLACMENT

NO

NO

REPLACED EXISTING tIM2SOFT SEAT RETAININGRING CAPSCREWS WITH 5/16-18 HEX HEAD BOLTS.
7. Description of Work TACKWELDED NEW HEX HEAD BOLTS TO VALVEDISCS.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressurroj
Other@ Pressure 1025 psi Test Temp. 500 'F

VT-94424

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8'/i In. x 11 in., (2) informa- ~

tion In items 1 through 6 on this report is Included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 1001 7



FORM NIS-2 (Back)

9: Remarks NONE
Apptcabte Manulacturer s Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made ln the report are correct and this REPLACEMENT conforms to the rules of the

ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No.

Signed

N/A Expiration Date

Date

N/A

Owner or r's Oestrinee. e VPAUC. OPERATIONS

CERTIFICATION OF INSERVICE INSPECTION 3

I, the undersigned, holding a valid commisshn issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
'rProvlnceof PENNS VANIA and employed by AR IG UTUAL NSU C CO of

ASS USE S hav ins ed the components described
In this Owner's Report during the pertod 2 to , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Ovmer's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injuryor property damage or a loss of any kind arising from or connected viith this
Inspection.

Date

Inspector's Signature
Commissions

National Board, State, Province, and Endorsements



145AII
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power & Light Co.
Nellie

Date January 25, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 5 of

Unit One
Name

PO Box 467, Berwick, PA 18603
Address

DCP 92C020C C33209, C33210, C33211, C33212,
C33215, C33216, C33217, C33216, C33219, C34065

Repair Organization P.O. No. ~ Job No.. eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indeniification of System FEEDWATER SYSTEM 145A CLASS II

S. (a) Applicable Construction Code III 19 71 Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu Mf80

6. Identification of Components Repaired or Replaced and Rephcement Components

Addenda, Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A DBD-101-H65 1982 REPlACED

MECH. SNUBBER PACIFIC
SCIENTIFIC

01170 N/A DBD-101-H65 1977 REPLACED N/A

PIPE SUPPORT BECHTEL NIA N/A DB0-1 01-H66 1982 REPLACED NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

N/A 'BD-101-H66 '976 REPLACED N/A

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

8ECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

N/A

02583

02572

N/A

N/A

N/A

DBD-101-H68

DBD-101-H68A

DBD-101-H68B 1978 REPLACED

1982 REPLACED

1978 REPLACED N/A

N/A

PIPE SUPPORT 8ECHTEL NIA N/A D8 D-101-H69 1982 REPLACED

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

N/A

08622

N/A

N/A

N/A

DBD-101-H69

DBD-101-H94

D8 D-101-H94

1977

1982

1981

REPLACED

REPLACED,

REPLACED

N/A

NO

N/A



149AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY27, 1994

Two North Ninth St., Allentown, PA 18101
Address

Sheet 1 of 19

2. Plant Susquehanna Steam Electric Station
Naffle

PO Box 467, Befwick, PA 18603
Address

Unit One

PMR 924020F I SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Ortianizatron P.O. No., Job No., etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authortzation No.

Expiration Date

N/A

N/A

4. Indentification of System 'ESIDUAL'HEATREMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code III 19 71 Edmon, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

'National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

BECHTEL

PACIFIC .

SCIENTIFIC

NIA

00572

N/A

N/A„

HBB-110-H3

, HBB-110-H3

1982 REPlACED

1978 REPLACED

NO

N/A

PIPE SUPPORT BECHTEL N/A N/A HBB-110-H37 1982 REPLACED NO

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

07524 NIA

NIA

4/A ' NIA

HBB-110-H37 1981 REPLACED

HBB-110-H38 1982 .REPIACED

HBB-110-H38 s 1978 REPlACED "

NIA

NO

NIA

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic+ Nominal Operating Pressure@ NO TESTING REQUIRED

Other+ Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N In. x 11 in.
~ (2) informa-

tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

WA C33160, C33161, C33164, C33165, C33163, C33167, C33177, C33162, C33170, C33171,
Applicable Manuracturec's Data Reports to be attached

C33174 C33175 C33180 C33181 C33182 C33183 C33184 C33193 C33196 C33202 C33194

C33189 C33178 C33166 C33168 C33176 C33185 C33186 C33188 C33195 C33198

The following later edition / addenda of the original construction code and new code case were used in the
design of this modification: ASME Section III, 1977 Edition through summer 1979 Addenda. (Subsection

'C/ND-2658.3,Analysis of flanged joints) & (Subsection NB-3650 Nuclear Class 1 evaluation only), Code
Case N-411, Alternate Damping Values for Seismic Analysis of Class 1. 2, & 3 Piping Section III Division 1.

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are correct and this
ASME Code, Section XI.

'EPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A

Signed
Owner Owners Des nee, True Vp&ucOperations

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of EN S V IA and employed by A IG UTUAL NSU C CO of

W L A MASSACHUS S a inspected the components described
in this Ovmer's Report during the period to and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owners Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
Inspection.

Commissions

Date

inspector's Signature National Board, State, Province, and Endorsements



i FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149AII

1. Owner Pennsylvania Power 8 Light Co. Date JANUARY27, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Sheet

Unit

2 of

One

PO Box 467, Betwick, PA 18603
Address

PMR 924020F I SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Oreantaatren P.O. NO. ~ deb NO., ete,

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentification of System RESIDUAL HEAT REMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code I I I 19 71 Edion, thru W72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thPBO

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
„

Code
Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

03221

N/A
t

N/A

NIA

N/A

H8B-110-H43

HBB-110-H43

HBB-110-H44

1982 REPLACED

1978 REPLACED

1982 REPLACED

NIA

MECHANICAL
SNUBBER

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

08613

08614

NIA

NIA

NIA

N/A

HBB-110-H44A

HBB-110-H44B

HBB-110-H47

1981

1981

1982

REPLACED

REPLACED

REPLACED

NIA

NIA

NO

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A'/A

NIA

NIA

N/A

N/A

HBB-110-H47

HBB-110-HSO

HBB-110-HSO

HBB-111-HS

1978

1982

1982

1982

REPLACED

REPLACED

REPLACED

REPLACED

N/A

NO

N/A

NO

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

NIA HBB-111-H5 1978 REPLACED N/A





149AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Date JANUARY27, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 4 of

Unit One

19

PO Box 467, Betwick, PA 18603
PMR 924020F I SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Oriiarrlzaaorr p.O. No., Job Nra, eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

4. Indentification of System

Expiration Date N/A

RESIDUAL HEAT REMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code III 19 71 Fdition, thru W72

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu Vtf80

6. Identilication of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

: Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

8ECHTEL

PACIFIC
SCIENTIFIC

NIA N/A

NIA

H8B-111-H31

H BB-111-H31A

1982

1981

REPlACED

REPLACED N/A

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

08604 NIA HBB-111-H31B 1981 REPlACED N/A

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

01098

N/A

NIA

NIA

N/A

HBB-110.H12

HBB-110-H12

H BB-110.H35

1981 REPLACED

1982 REPIACED

1982 REPLACED

NIA

NO

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BEG HTEL

PACIFIC
SCIENTIFIC

BECHTEL

07536

NIA

N/A

N/A

N/A

HBB-110-H35

HBB-110.H36

HB8-110-H36

HBB-110-H45

1978

1982

1981

REPLACED

REPlACED N/A

1982 REPLACED

NO'EPlACED

N/A

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

03206 N/A HBB-1 10-H45 1978 REPLACED N/A





149All

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Date JANUARY27, 1994

Two North Ninth St., Allentown, PA 18101
Addte$ $

Sheet 3 of 19

2. Plant Susquehanna Steam Electric Station
Name

PO Box467, Befwick, PA 18603 "

Unit One

PMR 92~F I SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Add($$$

3. Work Performed by PennS IVania POWer 8 Light CO.
Name
'ype Code Symbol Stamp None

Rer$ tit Orttaolzaton P.O. No. ~ Job No., eto.

Two North Ninth St., Allentown, PA 18101
Addteea

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUALHEAT REMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code III 19 71 Edition, thru Vtf72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
'ther Identification Year

Built

Repaired,
Replaced, or
Rephcement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A NIA HBB-111-H29 1982 REPlACED

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

07538 NIA HBB-111-H29A 1981 REPLACED NIA

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

'1328

NIA

01143

N/A

N/A

NIA

N/A

N/A

N/A

N/A

NIA

HBB-111-H29B

HBB-110-H21

HBB-110.H21

HBB-110-H33

HBB-110-H33

HBB-110-H39

1982 REPLACED

1981 REPLACED

1982 REPLACED

1978

1982

REPLACED

REPLACED

1982 REPlACED NIA

N/A

NO

N/A

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

03067 NIA HBB-110-H39 1978 REPLACED NIA

PIPE SUPPORT

MECHANICAL
SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

N/A

03426

N/A

N/A

HBB-1 11-H12

HBB-111-H12

1982 REPLACED

1978 REPLACED NIA'





149AII

.FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY27, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

5 of

One

19

PO Box 467, BenNick, PA 18603
Address

PMR 924020F I SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair riiannizabon p.O. No., dob No., eto.

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

4. Indentification of System

Expiration Date N/A

RESIDUAL HEAT REMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code III 19 71 Edmon, thru W72

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A NIA HBB-111-H23 1982 REPLACED NO

MECHANICAL
SNUBBER

PACIFICSCIENTIFIC'9266 N/A HBB-111-H23 1981 REPLACED N/A

PIPE SUPPORT

MECHANICAL
SNUBBER

MECHANICAL
SNUBBER

PIPE SUPPORT

8ECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

N/A

02642

N/A

N/A

N/A

NIA

HBB-111-H33

HBB-1 11-H33A

HBB-111-H33B

HBB-110-H27

1982 REPLACED

1982 REPLACED

1977 REPLACED

1978 REPLACED

NO

NIA

NIA

NO

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BEG HTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

06070

NIA

N/A

N/A

N/A

HBB-110-H27

HBB-110-H32

HBB-110-H32

HBB-110-H42

1982 REPLACED

1978 REPLACED

1982 REPLACED

1980 REPLACED

N/A

NO

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

01641 N/A HBB-110.H42 1982 REPLACED N/A





149AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date JANUARY27, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Sheet 6 of

Unit One

19

PO Box 467, Beiwick, PA 18603
PMR 924020F ISEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Oriianlzabon P.O. Na, Joir No., etc

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date .

N/A

N/A

4. Indentification of System RESIDUAL HEAT REMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code III 19 71 Edition thru W72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL NIA N/A HBB-111-H15 1982 REPLACED

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

02423 NIA HBB-111-H15 1977 REPLACED
r

NIA

PIPE SUPPORT

MECHANICAL
SNUBBER

MECHANICAL
, SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

8ECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BEG HTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

01347

01319

N/A

N/A

NIA

NIA

NIA

N/A

N/A

N/A

N/A

N/A

N/A

HBB-111-H32

HBB-111-H32A

HBB-111-H32B

SP-HBD4063-
H2003

SP-HBD4063-
H2003

SP-H�BD4%-
3H201

SP-HBD4063-
H2015

SP-HBD-1545-
H2000

1982 REPLACED

1980 REPLACED

1982 REPLACED

1981 REPLACED

1982 REPLACED

1982 REPLACED

1978 REPlACED

1978 REPLACED

NO

N/A

NO

N/A

NO

NIA

NO

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

23579 N/A SP-HBD-1545-
H2000

1981 REPLACED N/A



149All

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Oymer Pennsylvania Pow'er & Light Co.
Name

Date JANUARY27, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Sheet

Unit

7 of

One

19

PO Box 467, Befwick, PA 18603
Address

3. work Performed by.. Penns lvania Power & Light Co.
Name

PMR 924020F I SEE REMARKS FOR WORK
"AUTHORIZATIONNUMBERS

Repair Orfrarrraatiorr p.o. Ho., Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilicatlon of System RESIDUAL'HEATREMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code III 19 7" Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

NIA

N/A

N/A

N/A

SP-H6D-1545-
H2001

SP-HBD-1545-
H2001

SP-HBD-1545-
H2002

1982

1978

1982

REPLACED

REPLACED

REPLACED

NO

N/A

NO

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

. N/A

10726

NIA

N/A

N/A

SP-HBD-1545-
H2002

1978

HCD-112-H22 1980

HCD-112-H22 1982

REPLACED

REPLACED

REPLACED

N/A

N/A

PIPE SUPPORT BECHTEL N/A NIA HCD-112-H18 1982 REPLACED

PIPE SUPPORT

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

N/A

09725

N/A

NIA

N/A

N/A

NIA

HCD-1 12-H19

SP-GBB-104-
H2011

SP-GBB-104-
H2011

SP-GBB-104-
H2013

1982

1982

1979

1982

REPLACED

REPLACED

REPLACED

REPLACED

NO

, NIA

NO



k



149AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date JANUARY27, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
trams

Sheet

Unit

8 of

One

19

PO Box 467, Befwick, PA 18603
Address

3. Work Performed by PennS IVania POWer 8 Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

PMR 924020F ISEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Oryarriaarion P.O. No. ~ Job No., eto.

Type Code Symbol Stamp None

4. Indentification of System RESIDUAL HEAT REMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code III 19 71 Edition, thru Vtf72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

06242

N/A

N/A

NIA

SP-GBB-104-
H2013

SP-GBB-104-
H2018

1978 REPLACED

1982 REPLACED

N/A

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

05078 N/A SP-GBB-104-
H2018

1978 REPLACED NIA

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

NIA

21064

NIA

N/A

N/A

SP-HBD-1546-
H2000

SP-HBD-1546-
H2000

SP-HBD-1547-
H2001

1981 REPLACED

1982 REPLACED

1982 REPLACED NO

N/A

NO

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

21077 N/A SP-HBD-1547-
H2001

1981 REPLACED N/A

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

23015

N/A

N/A

N/A

SP-H8D-1548-
H2001

SP-HBD-1548-
H2001

SP-H8D-1549-
H2000

1981 REPLACED

1982 REPLACED

1982 REPLACED

N/A

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

23018 N/A SP-HBD-1549-
H2000

1981 REPlACED N/A



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149AII

1. Ovmer Pennsylvania Power & Light Co.
Name

Date JANUARY27, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet 9 of

Unit One

19

PO Box 467, Betwick, PA 18603
Address

3. Work Performedby PennSylVania POWer & Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

Expiration Date N/A

PMR 924020F ISEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Organlzadon P.O. No. ~ Job No., etc.

Type Code Symbol Stamp None

4. Indentirication of System RESIDUAL HEAT REMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code III 19 71 Edmon, thru W72 Addenda,

(b) Applicable Edition of, Section XI Utilized for Repairs or Replacements 19 80 thru Vrr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

03246

N/A

NIA-

N/A

N/A

0 8B-107-H6 1982

DBB-107-H6 1978

GBB-106-H25 1982

REPLACED

REPLACED

REPLACED

N/A

NO

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

02011 NIA GBB-106-H25 1983 REPLACED N/A

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PP&L

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

NIA

NIA

17234

NIA

13407

NIA

NIA

N/A

N/A

NIA

NIA

N/A

N/A

GBB-106-H9

GBB-106-H9

SP-HBD-174-
H2009

SP-H8D-174-
H2009

SP-HBD-174-
H2010

SP-HBD-174;
H2010

SP-HB0-1502-
H2002

1982

1993

1982

1982

1981

1982

REPLACED

REPLACEMENT

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

NO

NO

NIA

NO

NIA

NO



149AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
ira me

Date JANUARY27, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 10 of

Unit One

19

PO Box 467, Betwick, PA 18603
Address

PMR 92~F I SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Organlsabon P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUALHEAT REMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code III 19 71 Edition, thruW72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

N/A

NIA

14380

N/A

22916

NIA

N/A

N/A

N/A

NIA

NIA

N/A

SP-H8D-1502-
H2002

SP-HBD-1502-
H2003

SP-HBD-1502-
H2003

SP-HBD-1503-
H2004

SP-HB0-1503-
H2004

SP-HBD-1503-
H2006

SP-HBD-1503-
H2006

1981

1982

1981

1982

1982

1981

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

N/A

NO

NIA

NO

N/A

NIA

PIPE SUPPORT BECHTEL N/A N/A SP-HBD-174-H4 1982 REPLACED NO

PIPE SUPPORT

PIPE SUPPORT

MECHANICAL
SNUBBER

BEG HTEL

8ECHTEL

PACIFIC
SCIENTIFIC

N/A

N/A

23059

N/A

N/A

N/A

SP-HB0-174-HS 1982

SP-GBB-106-H2 1982

SP-GBB-106-H2 1981

REPLACED

REPLACED

REPLACED

NO

N/A





149AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power & Light Co.
Name

Date JANUARY27, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 11 of

Unit One

19

.PO Box 467, Befwick, PA 18603
Address

PMR 924020F I SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Oriianizaboo P.O. No., Job No., eto.

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUAL HEAT REMOVALSYSTEM 149A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition,

(b) Applicable Edition of Section XI UtiTized for Repairs or Replacements 19 80 thru Vr80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

N/A

27924

NIA

N/A

NIA

N/A

SP-GBB-106-HS

SP-GBB-106-HS

SP-GBB-106-H6

1982 REPLACED

1S82 REPLACED

1982 REPLACED

N/A

NO

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

21147 N/A SP-GBB-106-H6 1981 REPIACED NIA

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

N/A

N/A

N/A

N/A

GBB-109-H11

GBB-109-H11

G8B-106-H36

1980 REPLACED

1982 REPLACED

1S82 REPLACED NO

N/A

NO

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

02127 NIA GBB-1 06-H36A 1977 REPLACED N/A

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

02134

NIA

01302

NIA

N/A

NIA

GBB-106-H36B

GBB-115-H3

GBB-115-H3

1977

1982

1978

REPLACED

REPlACED

REPLACED N/A



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149AII

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

- Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Date JANUARY27, 1994

Sheet 12 of 19

Unit One

PMR 924020F /SEE REMARKS FOR WORK
AUTHORIZATIONklUMBRS

Repair Orrraoizairon P.O. No. ~ Job No., eto.

3. Work Performed by Penns lvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUAL HEAT REMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code I I I 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI UtiTized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of,
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL NIA N/A GBB-109-H13 1982 REPLACED

PiPE SUPPORT PP&L N/A N/A GBB-109-H13 1993 REPLACEMENT NO

PIPE SUPPORT

MECHANICAL
SNUBBER

BEG HTEL

PACIFIC
SCIENTIFIC

N/A N/A

N/A

GBB-114-H1

GBB-114-H1

1982 REPLACED

1977 . REPLACED

NO

N/A

PIPE SUPPORT PP8 L N/A N/A GBB-114-H1 1993 REPLACEMENT NO

PIPE SUPPORT BECHTEL N/A N/A GBB-114.H3 1982 REPLACED

MECHANICAL
SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PP&L

8ECHTEL

NIA

NIA

N/A

N/A

GBB-114-H3

GBB-114-H3

GBB-114-H2

1982 REPLACED N/A

1982 REPLACED NO

1993 REPlACEMENT NO

PIPE SUPPORT

MECHANICAL
SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

N/A

10728

N/A

N/A

SP-HBD-1 533-
. H2014

SP-HBD-1533-
H2014

1982

1980

REPLACED

REPLACED . NIA





149All

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co. Date JANUARY27, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet 13 of.

Unit One

19

PO Box 467, Berwick, PA 18603
Address

PMR 924020F /SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Oryanizaborr P.O. No., Job No., etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUAL'HEATREMOVALSYSTEM 149A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identiiication of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identirication Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

23589

NIA

N/A

N/A

N/A

SP-H8D-1533-
H2017

SP-HBD-1533-
H2017

SP-HBD-1534-
H2000

1982

1981

1982

REPLACED

REPLACED

REPLACED

NO

NIA

No

MECHANICAL
SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

6ECHTEL

NIA

NIA

N/A

NIA

N/A

SP-HBD-1 534-
H2000

1980

SP-XBD435-
H2006

1982

SP-XBD435-Ht 1982

REPLACED

REPLACED

REPLACED

N/A

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

28784

N/A

10735

NIA

23575

N/A

N/A

N/A

N/A

N/A

SP-XBD435-
H2006

SP-XBD-535-
H2007

SP-XBD435-
H2007

SP-XBD-535-
H2008

SP-XBD-535-
H2008

1982

1982

1982

1981

'EPLACED

REPLACED

REPLACED

REPLACED

REPLACED

N/A

NO

NO

N/A



149AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Date JANUARY27, 1994

2; Plant

Two North Ninth St., Allentown, PA 18101
hddress

Susquehanna Steam Electric Station
Name

Sheet 14 of

Unit One

19

PO Box 467, Befwick, PA 18603
PMR 924020F ISEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

3. Work Performed by

Address

Penns Ivania Power & Light Co.
rrama

Repair Oriianiza5on P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

4. Indentification of System

Expiration Date N/A

RESIDUAL HEAT REMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code III 19 71 Edition thru Mf72

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu thf80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Rephced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A G8 B-1 07-H31 1982 REPLACED NO

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

19513 N/A GBB-1 07-H31 1981 REPLACED NIA

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

NIA

19532

N/A

N/A

N/A

NIA

G8B-118-H13

GBB-118-H13

GBB-107-H17

1982 REPLACED

1981 REPLACED

1982 REPLACED

N/A

NO

MECHANICAL
SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PP&L

BEG HTEL

NIA

N/A

NIA

NIA

GBB-107-H17

GBB-107-H17

GBB-107-H6

1982 REPLACED

1993 REPLACEMENT

1982 REPLACED

NIA

NO

NO

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

NIA

25309

NIA

NIA

N/A

GBB-1 07-H6

G BB-1 07-H7

GBB-107-H7A

1982 REPLACED

1982 REPLACED

1982 REPLACED

N/A

NO

N/A



0



149AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603
Address

Date JANUARY27, 1994

Sheet 15 of 19

Unit One

PMR 924020F I SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Oreanlzaiion P.O. No. ~ Job No., eto.

3. Work Performedby PennS IVania POWer & Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

None

N/A

4. Indentification of System

Expiration Date N/A

RESIDUAL HEAT REMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code I I I 19 71 . Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, , Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

25263 NIA GBB-107-H7B 1982 - REPLACED N/A

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL'ACIFIC

SCIENTIFIC

BEG HTEL

NIA

01095

NIA

NIA

N/A

N/A

G BB-106-H26

GBB-1 06-H26

GBB-115-H15

1982

1981

REPLACED

REPLACED

1982 REPLACED

N/A

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

11025 NIA GBB-115-H15A 1983 REPLACED NIA

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

BEG HTEL

PACIFIC
SCIENTIFIC

N/A

04321

NIA

N/A

NIA

GBB-115-H15B

SP-GBB-106-H8

SP-GBB-106-H8 1981

REPLACED

REPLACED

REPLACED

N/A

NO

N/A

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

17238

N/A

NIA

N/A

N/A

SP-GBB-106-
H11

SP-GBB-106-
H11

SP-GBB-106-
H12

1982 REPLACED

1983 REPLACED

1982 REPLACED

NIA





149AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date JANUARY27, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet 16 of

Unit One

19

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

PO Box 467, Berwick, PA 18603
Address

PMR 924020F ISEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Organization P.O. No. ~ Job No. ~ eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

'/A
4. Indentilication of System RESIDUAL-HEATREMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

23088

NIA

06813

N/A

N/A

NIA

NIA

NIA

SP-G 8 B-106-
H12

GBB-112-H22

GBB-112-H22

GBB-112-H23

1981

1982

1978

1982

REPLACED

REPLACED

REPLACED

REPLACED

NIA

NO

N/A

NO

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

17218

NIA

06579

N/A

N/A

NIA

N/A

N/A

NIA

NIA

NIA

GBB-112-H23

GBB-112-H24

G8 8-112-H24

SP-HBD4017-
H2014

SP-HBD4017-
H2014

D8B-107-H8

1981

1982

1978

1982

1981

1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

NO

N/A

NO

N/A

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

06025 N/A DBB-107-H8A 1980 REPLACED NIA



H



149All

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY27, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet 17 of

Unit One

19

PO Box 467, BenNick, PA 18603
Address

PMR 924020F I SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Organization P.O. No.. Job No., eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

None

N/A

Expiration Date N/A

4. Indentirication of System RESIDUAL HEAT REMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code III 19 71 Edition, thiu W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
'eplaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

BEG HTEL

06027

N/A

25275

19475

NIA

06578
I

NIA

N/A

NIA

N/A

NIA

NIA

NIA

0BB-107-H8B 1980

GBB-107-H1 1982

GBB-107-H1B 1981

GBB-109.H17 1982

GBB-109-H17 1978

GBB-109-H29 1982

GBB-107-H1A 1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

NIA

NIA

NO

N/A

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

10890

N/A

N/A

N/A

N/A

GB8-109-H32
t

1982

GBB-109-H32 1983

SP-GBB-115-H1 N/A

GBB-109-H29 1977 REPLACED

REPLACED

REPLACED

REPLACED

N/A

NIA

NO



g
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149AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY27, 1994

Two North Ninth St., Allentown, PA 18101
Address

Sheet 18 of 19

2. Plant Sus uehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
hddress

Unit One

PMR 924020F / SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Oriianizaton P.O. Na, Job No. ~ etc.

3. Work Performed by Penns Ivania Power 8 Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUAL HEAT REMOVALSYSTEM 149A CLASS II

5. (a) Applicable Construction Code I I I 19 71 Edition thru W72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

e Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

A

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

13053 N/A SP-GBB-115-H1 1980 REPLACED N/A

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PP&L

N/A

N/A

22932

NIA

N/A

03210

NIA

N/A

NIA

NIA

N/A

N/A

NIA

N/A

N/A

N/A

SP-GBB-115-
H2000

SP-GBB-115-
H2000

SP-GBB-115-
H2001

SP-GBB-115-
H2001

SP-XBD-551-
H2004

SP-GBB-115-
H2004

GBB-107-H41

GBB-1 07-H41

GBB-1 07-H41

N/A

1981

NIA

1981

NIA

1981

1982

1978

1993

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACEMENT

NO

N/A

NO

NIA

NO

NIA

NO

NIA

PIPE SUPPORT BECHTEL NIA N/A GBB-107-H18 1982 REPLACED





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149AII

1. Owner Pennsylvania Power 8 Light Co. Date JANUARY27, 1994

Two North Ninth St. ~ Allentown, PA 18101
Address

Sheet 19 of 19

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603
Address

Unit One

PMR 924020F I SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Oreaniaarion P.O, No., Job No., eto.

3. Work Performed by Penns Ivania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUAL HEAT REMOVALSYSTEM 149A CLASSII

5. (a) Applicable Construction Code ill 19 71 Edition, thru W72

(b) Applicable Edition of Section XI UtiTtzed for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

01150

NIA

N/A

N/A

NIA

GBB-107-H12

GBB-107-H12

GBB-107-H15

1977 REPLACED

1982 REPLACED

1982 REPLACED

N/A

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

19576 N/A GBB-107-H15A 1981 REPLACED N/A

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

07024

NIA

N/A

NIA

NIA

GBB-107-H15B

G8B-107-H40

GBB-107-H40A

1979 REPLACED

1982 REPlACED

1980 REPLACED

NIA

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

08710 N/A GBB-107-H40B 1980 REPLACED NIA



149A-II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer

2. Plant

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Date

Sheet

Unit

February 3, 1994

1 of

One

PO Box 467, Berwick, PA 18603
Address

DCP 934013A/B,WA C33287,C33584,C33585,C33686,
C33286 C33685

Repair Orpanttation P.O. No., Job No., eto.

3. Work Performed by . Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

4. Indentlfication of System

Authorization No.

Expiration Date

149A-II Residual Heat Removal

N/A

N/A

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N411 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No Other Identification Year

Built

Repaired;
Replaced, or
Replacement

ASME
- Code
Stamped
(Yes or

No)

Pipe Support Bechtel None GBB109-H30 1982 Replaced

Pipe Support

Pipe Support

Bechtel

Bechtel

None

None

NA .. GBB109-H31

GBB109-H37

1982

1982

Replaced

Replaced

Pipe Support Bechtel None NA GB8109-H38 1982 Rephced

Pipe Support PP&L None GBB109-H30 Replacement

Pipe Support PP&L None GBB109-H31 1993 Rephcement

7. Description of Work Replace valve HV151F028A/B actuators with SMB-2-60

8. Tests Conducted: Hydrostatic Pneumatic@
~» Cl

Nominal Operating Pressure@ None Required

Test Temp. eF

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size Is 8N in. x 11 in., (2) informa-
tion In items 1 through 6 on this report is included on each sheet, and (3) each sheet Is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks Npne
Applrcable trtanufacturers Data Reports to be attacnert

CERTIFICATION OF COMPLIANCE

We certify that the statements made In tho report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Own s Oeslanee, e VP&uc Operations

Date A

oV'ERTIFICATION

OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof PENNS LVANIA and employed by G UTUAL NSU NC CO. of

L A ASS C USE S have I pect the components described
In this Owner's Report during the period to , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described In this
Ovmer's Report In accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable In any manner for any personal In]uryor property damage or a loss of any Idnd arising from or connected with this
inspection.

Date

Inspector's Signature

Z t/ 19~" .

Commissions
National Board, State, Province, and Endorsements



FORM NIS«2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

February 3, 1994

2 of

2. Plant Sus uehanna Steam Electric Station
Name

PO Box 467, Beiwick, PA 18603

Unit One

DCP 934013AIB,WA C33287,C33584,C33585,C33686,
C33286 C33685

~ 3. Work Performed by

Address

Penns Ivania Power & Light
Co.'ame

Repair Organization P.O. No., Job No.. eto.

%ape Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

4. Indentilication of System

Authorization No.

Expiration Date

149A-II Residual Heat Removal

N/A

N/A

5. (a) Applicable Construction Code I I I 19 71 Edition thru +"72 Addenda, N411

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vlf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other IdentiTication Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Pipe Support PP&L None NA GBB109-H37 1993 Replacement .N

Pipe Support PP&L None GBB109-H38 1993 Replacement

Pipe Plug

Pipe Plug

Pipe Plug

Pipe Plug

Anchor Darling
Valve Co

Anchor Darling
Valve Co

PP&L

PP&L

None

None

None

None NA

Gland Leak Off
HV151F028A

Gland Leak Off
HV151 F028A

Gland Leak Off
HV151 F028B

Gland Leak Off
HV151F028B

NA

NA

Replaced

Replaced

Rephcement

Replacement



r'



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date March 9, 1994

2. Phnt

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

1 of

One

PO Box 467, Befwick, PA 18603
DCP 84901 8/ WA C04266, C04267

3. Work Performed by

Address

Penns Ivania Power 8 Light Co.
Name

Repair OriiaoizarNir p.o. No., Job No. ~ etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date N/A

4. Indentification of System RHR SYSTEM-POOL SPRAY PUMPS AND AUX. -149A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thiu W72 Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serhl No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

TUBING SUB ASSY BEG HTEL NONE N/A JD-28-1< 1982 REPLACED YES

TUBING SUB ASSY

TUBING SUB ASSY

TUBING SUB ASSY

PP&L

BECHTEL

PP&L

NONE

NQNE

NONE

NIA

NIA

NIA

JD-28-1%

JD-28-1-4A

JD-28-1 AA

1993 REPLACEMENT

1982 REPLACED

1993 REPLACEMENT

YES

TUBING SUB ASSY . BECHTEL NONE N/A JD-29-1-1 D 1982 '. REPLACED YES

TUBING SUP ASSY PP&L NONE N/A JD-29-1-1D ~ 1993 REPLACEMENT, NO

7. Description of Work ADDITIONOF LOW RANGE SUCTION PRESSURE INDICATORS

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@

Othe@ Pressure psi Test Temp. eF

NONE@

NOTE: Supplemental sheets In form of lists, sketches, or drawings may be used, provided (1) size ls 8N In. x 11 In., (2) Informa-

tion in items 1 through.6 on this report is Included on each sheet, and (3) each sheet Is numbered and the number of sheets is

recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks NONE
Applicable Manufacturers Oats Reports to be attached

CERTIFICATIONOF COMPLIANCE
We certify that the statements made In the report are correct and this REPLACEMENT conforms to the rules of the

ASME Code, Section XI. repair or reptacement

Type Code Symbol Stamp

Certificate of Authorization No.

Signed
r or s Designee. Tnie Vp&ocOperations

N/A

Expiration Date

Date

N/A

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of EN SYLVANI and employed by R G SU CE CO of

A A ASS C USE S
*

have I spected the components described
in this Owner's Report during the period to ~r/

~ and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described In this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any Idnd arising from or connected with this
inspection.

Inspector's Signature
Commissions

Nabonal Board, State, Province, and Endorsements

Date



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner, Pennsylvania Power 8 Light Co.
Name

Date March 9, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

2 of

ONE

3. Work Performed by Penns Ivania Power & Light Co.
Name

PO:Box 467, Be/wick, PA 18603
Address

DCP 844018/WA C04266, C04267

Reirair Oriiaoisa5on P.O. No. Job No «to.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RHR SYSTEM-POOL SPRAY PUMPS AND AUX. -149A CLASS II

S. (a) Applicable Construction Code III . 19 71 Edition, thiu W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification ,Year
Built

Repaired,
'eplaced, or

Replacement

ASME
Code

Stamped
(Yes or

No)

TUBING SUB ASSY BECHTEL NONE N/A JD-29-1-1 F 1982 REPLACED YES

TUBING SUB ASS% PP&L NONE N/A JD-29-1-1F 1993 REPLACEMENT NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149A III

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101

Date

Sheet

February 3, 1994

1 of

2. Plant Su uehanna Steam Electric Station
Name

Unit ONE

PO Box 467, Betwick, PA 18603
Rh9153B WA's,C33301,C33303,
C33297 C33298 C33 C33300

Repair Oraanlzaten P.O. No. ~ Job No., eto.

,3. Work Performed by Penns Ivania Power & Li ht Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101 Authorization No. N/A

Expiration Date N/A

4. Indentification of System RESIDUAL HEAT REMOVAL SYSTEM 149A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru Vtf72 Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vf80 SEE REMARKS

6. Identification of Components Repaired or Replaced and Rephcement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

Natkeal Board

Other identification Year
Built

Repaired,
Rephced, or
Rephcement

ASME
Code

Stamped
(Yes or

No)

1" MANUAL
VALVE

1" MANUAL
VALVE

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

SMALLPIPE
ASSEMBLY

YARWAY

YARWAY

BECHTEL

BECHTEL

6ECHTEL

, BECHTEL

A1300

A1325

NA

NA

'NA

NA

NA

NA

NA

NA

1RV-PP-1 1189A

1RV-PP-11187A

SPHRC126-
H2000

SPHRC126-
H2001

SPHRC126-
H2002

SPHRC-1264

1977

1977

1982

1982

1982

1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

YES

YES

NO

NO

YES

7. Description of Work Install s ool ieces. Remove obsolete RHR i in

8. Tests Conducted: Hydrostatic x Pneumatic@ Nominal Operating Pressure@
Othe>@ Pressure 200 psl Test Temp. 63 aF

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size ls 8N in. x 11 in., (2) Informa-
tion in items 1 through 6 on this report is Included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

CODE DATAREPORT S ATTACHED
AppliCable Manufaobrrsra Data Reports to be attachert

'EALCOOLERS 1E-218A,B,C & D WERE ATTACHEDTO CLASS II RHR PUMPS 1P-202A,B,C &D

'CONSTRUCTION CODE FOR:1/2" JAMESBURY VLVIS ASME SECTION III 1974 EDITION, NO ADDENDA

'CONSTRUCTION CODE FOR:1" YARWAY VLVIS ASME SECTION III 1986 EDITION, NO ADDENDA

CERTIFICATIONOF COMPLIANCE

We certify that the statements made In the report are correct and this
'ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or raptaosment

Type Code Symbol Stamp NIA

Certificate of Authorization No. N/A Exptratkrn Date NIA

ovmer or ra ee, Tare vp+uc. OpattATIOHS

Date

CERTIFICATIONOF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the Natkxtal Board of Boiler and Pressure Vessel Inspectors and the State
or Province of S I and employed by G U S C 0 of

SS C US S have inspected the components described
In this Owner's Report during the perkrd XO to , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report In accordance with the requirements of the ASME Code, Secnon XI.

By signing this certiTicate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations ind corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be Iiabkt In any manner for any personal In)ury or property damage or a kiss of any kind arising from or connected with this
Inspection.

Date

Inspector's Signature

tg~4
National Board, State, Province, and Endorsements



149A ItI

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer

2. Plant

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Date

Sheet

Unit

January 31, 1994

2 of

ONE

PO Box 467, Berwick, PA 18603
Address

3. Work Performed by . PennS IVania POWer at Light CO.
Name

89-9153B WA's,c33301,C33303,
C33297 C33298 C33299 C33300

Repair Oraaniza5on P.O. Na, Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authortmtion No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUAL HEAT REMOVAL SYSTEM 149A CLASS III

5. (a) Applicable Construction Code I I I 19 71 Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19

6. Identification of Components Repaired or Replaced and Replacement Components

thru W72 Addenda,

80 thiu Vlf80

Code Case

SEE REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No.

C

Other Identification Year
Built

Repaired,
Replaced, or

. Replacement

ASME
Code "

Stamped
(Yes or

No)

SMALLPIPE
ASSEMBLY

PIPE
SUPPORT

PIPE
SUPPORT

BECHTEL

BECHTEL

BECHTEL

NA

NA

NA NA

SP HRC-127-2 1982

SPHRC127-
H2011

1982

SPHRC127-H1 1982

REPLACED

REPLACED

REPLACED

YES

NO

NO

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

BECHTEL

8ECHTEL

8ECHTEL

BECHTEL.

BECHTEL

NA

NA

NA

NA

NA

„, NA

NA

NA

SPHRC127-
H2008

SPHRC127-
H2016

SPHRC127-
H2007

SPHRC127-
H2010

SPHRC127-
H2009

1982

1982

1982

1982

1982

REPLACED

. REPLACED

REPLACED

REPLACED

REPlACED

NO

NO

NO

SEAL
COOLER

1/2" VALVE

1/2" VALVE

INGERSOLL
RAND

YARWAY

YARWAY

A1097

A1104

NA

NA

NA

1E-218A 1973

1RV-FP-11189A 1976

2RV-FP-11189A 1977

REPLACED

REPLACED

REPLACED

YES

YES

YES



1l



149A III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

i

Pennsylvania Power & Light Co.
Name

Date January 31, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
rrame

Sheet 3 of

Unit ONE

PO Box 467, Beiwick, PA 18603
Address

89-9153B WA's,c33301,C33303,
C33297 C33298 C33299 C33300

Repair Orrranizabon P.O. No., Job No. ~ eto.

3. Work Performed by Penns Ivania Power & Light Co.

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A .

N/A

4. Indentification of System RESIDUAL HEAT REMOVAL SYSTEM 149A CLASS III

5. (a) Applicable Construction Code III '9 71 Edition, thru Vtf72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or,Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

SEE REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No.. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1" VALVE YARWAY 5303 NA 1RV-PP-11189B 1976 REPLACED YES

PIPE
SUPPORT

BECHTEL NA NA SPHRC123-
H2001

1982 REPLACED NO

PIPE
SUPPORT

'IPE
SUPPORT

1" VALVE

*SEAL
COOLER

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

PIPE
SUPPORT

PIPE
SUPPORT

1/2"VALVE

BECHTEL

BECHTEL

YARWAY

INGERSOLL
RAND

BECHTEL

BECHTEL

BECHTEL

BECHTEL

YARWAY

NA

NA

NA

NA

NA

NA

9913

NA

NA

NA

NA

NA

NA

NA

NA

NA

SPHRC123-
H2000

SPHRC123-
H2013

1982

1982

1E-218B 1973

SPHRC-123-2 1982

SPHRC-124-2 1982

SPHRC124-
H2003

1982

SPHRC124H1 1982

1RV-FP-11189B 1977

1RV-PP-11187B 1976

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPlACED

REPLACED

YES

YES

YES

YES

NO

NO

YES



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date January 31, 1994

Sheet 4 of

2. Plant Sus uehanna Steam Electric Station
Name

Unit ONE

PO Box 467, Befwick, PA 18603
Address

8S4153B WA's,C33301,C33303,
C33297 C33298 C33299 C33300

Repair Ortranlzation P.O. No.. Job No., eto.

3. Work Performed by .Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentiiication of System RESIDUAL HEAT REMOVAL 'YSTEM 149A CLASS III

5. (a) Applicable Construction Code I I I 19 71 Edition, thiu W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

SEE REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other identilication Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

112" VALVE YARWAY 2RV-FP-1 1189B 1977 REPLACED YES

*SEAL
COOLER

SMALLPIPE
ASSEMBLY

1" MANUAL
VALVE

1" MANUAL
VALVE

PIPE
SUPPORT

PIPE
SUPPORT

SMALLPIPE
ASSEMBLY

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

'NGERSOLL
'AND

,BECHTEL

YARWAY

YARWAY

, BECHTEL

BECHTEL

BECHTEL

BECHTEL

BECHTEL

8ECHTEL

0573310

NA

5312

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

1E-218C

SPHRC-130-1

1RV-PP-11189C

1RV-PP-11187C

SPHRC130-.
H2000

SPHRC130-
H2051

SPHRC-131-1

SPHRC131-
H2052

SPHRC131-H8

SPHRC131-
H2051

1973 REPLACED

1982 REPLACED

1976 REPLACED

1976 REPLACED

1982 REPLACED

1982 REPLACED

1982 REPLACED

1982 REPLACED

1982 REPLACED

1982 REPLACED

YES

YES

YES

YES

NO

NO

YES

NO





149A III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. ONmer Pennsylvania Power & Light Co.
Name

Date January 31, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet

Unit

5 of

ONE

PO Box 467, Betwick, PA 18603
89-9153B WA's,c33301,C33303,
C33297 C33298 C33299 C33300

3. Work Performed by

Address

Pennsylvania Power 8 Light Co

Repair Oreaniaa5on P.O. Ho., Job No., eio.

Type Code Symbol Stamp None
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

,
4. Indentificatlon of System RESIDUAL HEAT REMOVAL SYSTEM'149A

5. (a) Applicable Construction Code I I I 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru LV80

6. Identification of Components Repaired or Replaced and Replacement Components

CLASS III

Code
Case'EE

REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE
SUPPORT

1iZVALVE

BECHTEL

YARWAY

NA

NA

SPHRC131-
H2050

1RV-FP-11189C

1982 REPLACED

1977 REPLACED YES

1/2"VALVE YARWAY NA 2RV-FP-11189C 1976 . REPLACED YES

SMALLPIPE
ASSEMBLY

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

BECHTEL

BECHTEL

BEG HTEL

BECHTEL

BECHTEL

BECHTEL

BECHTEL

BECHTEL

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

SPHRC-1244

SPHRC124-
H2002

SPHRC124-H39

SPHRC124-
H2022

SPHRC124
H2010

SPHRC124-
. H2001

SPHRC124-H40

SPHRC124-
H2000

1982 REPlACED

1982 REPlACED

1982 REPLACED

1982 REPLACED

1982 REPLACED

1982 REPlACED

1982 REPlACED

1982 REPLACED

YES

NO

NO

NO

NO



149A Ill

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Date

Sheet

Unit

January 31, 1994

6 of

PO Box 467, Befwick, PA 18603
Address

89-9153B WA's,c33301,C33303,
C33297 C33298 C3326 C33300

RepairoriraoizationPO No Job No eto.

3. Work Performed by Penns Ivania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUAL HEAT REMOVAL SYSTEM 149A

5. (a) Applicable Construction Code III 19 71 Edition, thru Vlf72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Nf80

6. Identification of Components Repaired or Replaced and Replacement Components

CLASS III

Code Case

SEE REMARKS

Name of
Componerlt

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE
SUPPORT

1/2" VALVE

BECHTEL

YARWAY

NA

A1 110

NA

NA

SPHRC124-H41 1982 REPLACED

1RV-FP-11189D 1976 REPLACED

NO

YES

1/2" VALVE YARWAY A1124 2RV-FP-11189D 1976 REPLACED YES

SEAL
COOLER

SMALLPIPE
ASSEMBLY

1" MANUAL
VALVE

1" MANUAL
VALVE

INGERSOLL
RAND

BECHTEL

YARWAY

YARWAY

0573311

NA NA

NA

NA

1E-218D 1973

SPHRC-123-7 1982

REPLACED

REPLACED

1RV-PP-11187D 1977 REPLACED

1RV-PP-11189D 1976 REPLACED

YES

YES

YES

YES

PIPE
SUPPORT

BECHTEL NA ,NA SPHRC123-
H2008

1982 REPLACED NO

PIPE
SUPPORT

PIPE
SUPPORT

BECHTEL

BECHTEL NA

NA

NA

SPHRC123-
H2005

1982 REPLACED

SPHRC123-H43 1982 REPLACED

No

NO

PIPE
SUPPORT

BECHTEL NA NA SPHRC123-
H2007

1982 REPLACED NO



0

0

I



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149A III

1. Ovmer

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Date

Sheet

Unit

January 31, 1994

7 of

ONE

3. Work Performed by Penns lvania Power & Light Co.
Name

PO Box 467, Befwick, PA 18603
Address

89-9153B WA's,c33301,C33303,
C33297 C33298 C33299 C33300

Repair Oriranizarron P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUAL HEAT REMOVAL SYSTEM 149A CLASS III

5. (a) Applicab'Ie Construction Code III 19 71 Edition, thiu W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identilication of Components Repaired or Replaced and Replacement Components

Code Case

SEE REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE
SUPPORT

BECHTEL SPHRC123-H42 1982 REPLACED

PIPE
SUPPORT

1/2"VALVE

1/Z VALVE

BECHTEL

YARWAY

JAMESBURY

NA

A1138

NC~123-
02R

NA

NA

NA

SPHRC123-
H2006

2RV-FP-1 1185A

2RV-FP-1 1185A

1982 REPLACED

1977 REPLACED YES

1992 REPLACEMENT YES

1" VALVE YARWAY NA 1RV-FP-1 1185C 1977 REPLACED YES

1" VALVE YARWAY NA 1RV-FP-1 1185C 1990 REPLACEMENT YES

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

BECHTEL

PPL

BECHTEL

PPL

NA

NA

NA

NA

NA

NA

NA

SP-HBC-14M

SP-HBC-14M

SP-HBC-139-2

SP-HBC-139-2

1993 REPLACEMENT NO

1982 REPLACED YES

1993 REPLACEMENT NO

1982 REPLACED YES





SHGP ORDER 72341 REGISTER 89670
FORM NPV-1 CERTIFICATE HOLDERS'ATA REPORT FOR NUCLEAR PUMPS OR VALVES»

As Required by the Provisions of the ASME Code, Section lil, Division 1

Pg. 3 of

Drawing

1. Manufactured and certified by Yarwa Cor oration B1ue Be11 PA 19422
(name and address of N Certificate Ho(derl

Manufacture(I for Penna. Power 5 Li ht5 Com an, A1 1 entown, PA 18101
(name and address of Purchaser or Owner)

3 L
' '

8 1'usquehanna SES, Berwi ck, PA 18603
(name snd address)

6!SLL31K

6. pumpor valve Va1Ve
SA-182

7. Material: Body Gr. F316L

(al

Cert.
Holder's

Serial No.

(b)
Nat'I

Board

No.

6. ASME Code, Section III, Division 1:
(edition). (addenda date) (class)

Nominal inlet s'ize 1 Outlet size
Iin.l

5535335
SA-564 Gr. 630 w~«~4ti fg/~o

Ic) Idl
Body Bonnet
Serial Serial

No. No.

(in.l

Icode Case no.)

lei
Disk

Serial

No.

C0833 BA 2906

55

Supplements( information in form of lists, sketches. or drawings msy be used provided ll) site is 8yr x 11. (2) information in items 1 through 4
on this Data Repon is inciuded on each sheet, (3) each sheet is numbered and the number of sheets is recorded st the top of this form.

(I2)86) This form (E00037) may be obtained from the Order Dept., ASME. 22 Lsw Orive, 8ox 2300, Fairfie)d. NJ 07007.2300.



FORM NPV-1 tbeck)

&. Remarks

Bonnet (column d} is re laced by backseat bushin in this valve desi n.

9. Design conditions

10, Cold working pres ure

lpressurel
psl oF or valve pressure class

(ternpeieturel

psi at 100eF

11. Hydrostatic test psi. Disk differential test pressure p sr

Design Spocification certified by

j
Design Report certified by

CERTIFICATION OF DESIGN

M tt w H r Jr p.E. state Sir Reg, no. ~0)18E
P.E. State~ Reg. no, 23225

CERTIFICATE OF SHOP COMPLIANCE

We certify that the statements made in this report are correct and that this pump or valve conforms to the rules for construcuon
of the ASME Code. Section III, Division 1.

N Certificate of Authorization No. N 2449 Expites 1 1 14 92

Date Name
IN Certificate Holderl

Signed
leu orized representshve)

CERTIFICATE OF SHOP INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and

the State or Province of and employed by
of * have inspected the pump, or valve, described in this Data Report on

, 19 ~O, and state that to the best of my knowledge and belief. the Certificate Holder has

constructed this pump, or valve, in accordance with the ASME Code, Section III, Division l.

gate ~r+ Signeg

By signing this certificate. neither the inspector nor his employer makes any warranty, expressed or implied, concerning the
component described in this Data Report. Furthermore, neither the inspector nor his employer shall be liable in any manner for
any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

*Fact y tutu 1 System
Commissions

IAuthonzed tnspectorl INet'l. Bd. tinct. endorsementsl state or prov. end no. I

f1 I For manually operated valves only.



FORM NPV-1 N CERTlRCATE HOLDERS'ATA REPORT FOR NUCLEAR PUMPS OR VALVES.

As Required by the Provisions of the ASME Code, Section III. Div. 1

Allentown PA 18101

Outlet Size
inch)

Nominal Inlet Size

1. Manufactured by Neles-Jamesbu Inc. 640 Lincoln St. Wo
(Name and Address ot N Certificate Holder)

Manufactured f«Penns lvania Power & Li ht Co. Two North Ninth St.
(Name end Address of Purchaser Or Owner)

3. Location of Installation Penns lvania Power &
' Co.

(Neme ehd Addreetl

4. Pump or Valve Ball Vale'e.
(inch)

(a) Model No., {b) N Certificate Holder's {c) Canadian

Series No. Serial Registration

or Type No. No.
(d) Drawing

No.
(f) Nat'I. (g) Year

(e) Class Bd. No. Built

(~) 4CB N NAN ev. C N A 2

N A NC334123-02 Rev.C 2 N A
(3) . 4CB NC-334123-02N

{4) 4CB NC-334123-02P

{6) 4CB NC-334123-02R
N A NC334123-02 Rev.C. 2 N A

N A NC334123-02 Rev.C
N A NC334123-02 Rev.C

(6) 4CB NC-334123-02S

(1) 4 CB NC-334123-02L N/A NC334123-02 Rev. C 2 - N/A 1992

0) 4CB NC-334123-02

{6) CB NC-334123-02
(9) 4CB NC-334 123-02
{10) 4CB NC-334123-02

N A NC334123-02 Rev.C 2

N A N 4 2 -02 Rev.C'
A NC334123-02 Rev.C 2

N A NC334123-02 Rev.C 2

N A 1 2

Emergency Service Water
(ariel description of service for which equipmeht wee designed)

.NE. of Berwick on U.S.RT ll
Seat 177

6. Design Conditions
(Pre%sure)

7. Cold Working Pressure

8. Pressure Retaining Pieces

125o

psi 100o
(Temperature I

psi at 100'F.

F or Valve Pressure Class

Mark No.

(1) (a) Casbn

(2)
(3)
(4)
(5)
(6)
(7)
(8)
(9)

(10)
(1) RHS-153

s RHD- 13
RHD- 40
RHD- 49
RHD- 7

RHD- 64
RHD- 54
RHD- 109
RHD- 71
RHD-33
RHD -110
RHS-171

(2) RI-5IW RHS- 146
(3) RH- S- 61

Material Spec. No.
ASME-SA

351 Gr.CFSM
351 Gr.CFSM
351 Gr.CFSM
351 Gr.CFSM
351 Gr.CFSM
351 Gr.CFSM
351 Gr.CF8M
351 Gr.CF M

%51 Gr- CFSM

351 Gr. CFRUnt.

Q 351 Gr. CFEBf3fh.g2

Manufacturer

Southern Tool
Southern Tool
Southern Tool
Southern Tool
Southern Tool
Southern Tool
Southern Too
Sout em oo

Southern Tool
Southern Tool

Southern Tool
out em oo

Remarks

Body
Body
Body
Body
Body
Bo y

o y
o y

Bod
Cap

Cap
ap

(6) RHS- RHS- 159

( 7) RH RHS- 142
(8) RHS- RHS-177

)) RHS-134 RHS- 140

0 RHS- 172

351 Gr.CF tr L.
351 Gr.CFISH
351 Gr.CF~
351 Gr

(4) RHS-85 RHS-101 351 Gr. CF

(5)RH - 0 RHS-84 ~ 351 Gr.CFISH-8NI 2

Southern Too
Southern Too
Sout em oo
Southern Tool
Southern Tool

rn Tool

ap
ap
ap

Cap
ap

Ca
Cap

(1) for manually operated va)ves only.
.~rn~r„.o PACI

Supplementel Informetloh In the form of tiete, eketchee, or drewlnae mey be ueed provtded (1) else le II(x 11, (2) Informetiun ln lteme 1

through 4 on thtt Dete fteport Ie Included on ecch sheet. (2) ecch sheet Ie numbered end the number of sheets le recorded et the top of thie

eorm, end (a) ecch eddttlonel eheet ehell be elsned by the cenif icete Holder end the ANI. PP&L Doc No. 45



~ + ~
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fORM NPV-1 (Sack)

Mark No.

(c] Bolting
9E0947
9E0947

Material Spec. No.

ASME-SA

194 Gr. 8
193 Gr. B8

Manufacturer

Nova Ma
Nova Machine

Remarks

ves)
Hex Hd. Ca SCR.*

(d) Other Parts

RET

ASME-SA

p ' k ~irf rs tisi test precsure pil NC334123-02L 02M 02N 02P 02R
02M, Q2X

CERT)F)CATE OF COMPUANCE

We cenify that the statements made in this report are correct and that this pump. or valve. conforms to the rules of
construction of the ASME Code for Nuclear Power Plant Comf onanism Section Ill, Oiv. l, Edition
Addenda Non Code Case No. . Chta 2

Inst el

Signed
IN Certilicate Holder)

to'~ the Oct:27,1993
teil ~I

Design information onfile«t Penns Iva ia Po
Stress analysis report (Class t'only) on file «t

0
PA 8

Oesign specifications cenified by (t) Dale St attar
PE State PA Reg. Nj).
Stress analysis certified by (1)

4!b
{t)Sipnature not required. Ust nam ~ only.

CEFAflCATE OF SHOP NSPECl)CN

I, the undersigned, hoMing e valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors
«nd the State or Province of Massachusetts ~ nd employetf by Protection Mutua I

Norwood, Massachusetts
-2 18~.«nd state that to the best ofmy knowledge andbelief, the N Certificate Holder haa con-

arucled this pump, or valve, in accordance with the ASME Code, Section Ill.

By signing this certificate, neither the Inspector nor his employer makes eny warranty, expressed or implied, concerning
the equipment described in this bate Report. Furthermore, neither the Inspector nor his employer shall be liable in any
manner for any personal inj r property damage or ~ loss of any kind arising from or connected with this inspection.

Date -Z
>g 7~<o ~ELMS Pa tory Mutual Systems

) -~er:ROP/~ON ~ ~~7 g~~ kg 7
freer'I Sd„stsie, Prov. sod No )
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149Blll

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Date

Sheet

Unit

JANUARY27, 1994

1 of

One

PO Box 467, Berwick, PA 18603
Address

PMR 92~F / Work Authorization C331 69

Repair Oriianizarron P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUAL HEAT REMOVALSYSTEM 149B CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
Othe'r Identification Year

Built

Repaired,
Rephced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

N/A

N/A

22971

N/A

N/A

N/A

N/A

N/A

N/A

N/A

SP-HRC-136-
H1005

SP-HRC-136-
H'l005

SP-HRC-136-
H2000

SP-HRC-136-
H2000

SP-HRC-136-
H2001

SP-HRC-136- ..

H2001

1982

1981

1982

1981

.198/,a-

1981

REPLACED

REPLACED

REPLACED

REPLACED

i» REPLACED

, REPLACED
r *

NO

N/A

No

N/A

NO

N/A

7. Description of Work SNUBBER REDUCTION

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NO TESTING REQUIRED

Other@ Pressure psl Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size Is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on, this report is included on each sheet, and (3) each sheet is numbered and the number of sheets h
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9 Remarks The following later edition / addenda'of the original construction code and new code case were
AppliCable ar~urasturera Data RepOrta tO be attaohed

used in the desi n of this modification: ASME Section ill 1977 Edition throu h summer 1979 Addenda

g

Subsection NC/ND-2658.3 Anal sis of flan ed oints & Subsection NB-3650 Nuclear Class 1 evaluation

onl Code Case N-411 Alternate Dam in Values for SeismicAnal sis of Class1. 2 & 3 Pi in Section

ill Division 1.

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp

Certificate of Authothation No. N/A

N/A

Expiration Date N/A

Sign

Z/ Owner or ers Oesitr e, Tile vp&uc operattons
,19

CERTIFICATIONOF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of S N A and employed by R G U U Nc of

A M ASSAC US S have ns ed the components described
in this Owner's Report during the period to ~ and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described ln this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal Injuryor property damage or a loss of any Idnd arising from or connected with this
Inspection.

Commissions

Date

Inspector's Signature

tg~+
National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149EII

1. Owner Pennsylvania Power & Light Co. Date JANUARY27, 1994

Two North Ninth St., Allentown, PA 18101 Sheet of

2. Plant Su uehanna Steam Electric Station Unit One

PO Box 467, Berwick, PA 18603
Address

PMR 924020F IWork Authorization C331 95

Repair Orgaeisaton P.O. Na, Job Ne., etc.

3. work Performed by . Penns Ivania Power & Li ht Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorlzatke No. N/A

Expiration Date N/A

4. Indentification of System RESIDUAL HEAT REMOVALSYSTEM 149E CLASS II

5. (a) Applicable Construction Code III 19 71 Editkxt, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

- Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other IdentiricaUon Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

MECHANICAL
SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

NIA

14768

NIA

NIA

N/A

G8B-118-H24 1982 REPLACED

GBB-118-H24A 1980 REPLACED

GBB-118-H24B 1983 REPLACED

NIA

NIA

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@

Other@ Pressure psi

Nominal Operating Pressure@ NO TESTING REQUIRED

Test Temp. 'F

NOTE: Supplemental sheets In form of lists, sketches, or drawings may be used, preMed (1) size Is BN in. x 11 in., (2) Informa-

tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is

recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept. ~ ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Bacit)

9 Remarks The followin later edition / addenda of the ori inal construction code and new code case were
App4cable Manuracturera Data Reporta to be attached

used in the desi n of this modification: ASME Section III 1977 Edition throu h summer 1979 Addenda.

Subsection NC/ND-2858.3 Anal sis of flan ed oints & Subsection NB-3650 Nuclear Class 1 evaluation

onl Code Case N-411 Alternate Dam in Values for SeismicAnal sis of Class1. 2 8 3 Pi in Section

III Division 1.

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or retacernret

Type Code Symbol Stamp N/A

Certilicate of Authorization No. N/A Explratkxt Date

Signed

T Owner or Owner nee, T
Date ,19

CERTIFICATIONOF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the Nathna1 Board of Bolter and Pressure Vessel Inspectors and the State
or Province of S V I and employed by G of

ss s s have inspected the components described
in this Ovmer's Report during the period to , and state that
to the best of my knowledge and belief, the Owner has armed examlnatkes and taken corrective measures described In this
Owner's Report In accordance with the requirements of the ASME Code, Sectbn XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described In this Ovmer's Report. Furthermore, neither the Inspector nor his empkiyer
shall be liable ln any manner for any personal injuryor property damage or a loss of any ldnd arising from or connected with this
inspection.

Commisskxts

Date

Inspector's Signature National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149GI

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Nsrne

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Nemo

Date

Sheet

Unit

JANUARY25, 1994

1 of

One

PO Box 467, Berwlck, PA 18603
PMR 924030F /WorkAuthorization C 33179

3. Work Performed by

Address

Penns Ivania Power & Light Co.
Nemo

Repetr Orysntzstion P.O, No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

4. Indentification of System

Expiration Date N/A

RESIDUAL HEAT REMOVALSYSTEM 149G CLASS I

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru N/80

6. Identilication of Components Repaired or Replaced and Replacement Components

Code Case

e Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT 8ECHTEL N/A N/A SP-HBD463-
H2002

1982 REPLACED

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

N/A SP-HBD463-
H2002

1981 REPLACED '/A
PIPE SUPPORT

MECHANICAL
SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

N/A N/A

N/A

SP-HBD463-
H2004

SP-HBD463-
H2004

1981 REPLACED

1982 REPLACED

N/A

7. Description of Work SNUBBER REDUCTlON PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@
Other@ Pressure psi

Nominal Operating Pressure@ NO TESTING REQUIRED

Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings
tion in items 1 through 6 on this report Is included on each sheet,t recorded at the top of this form.

may be used, provided (1) size is 8N in. x 11 in., (2) informa-
and (3) each sheet is numbered and the number of sheets is

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E, 47th St., New York, N. Y. 1001 7



FORM NIS-2 (Back)

The following later edition / addenda of the original construction code and new code case were
Applcat9te Manvtacturecs Data Reports to tre attacned

used in the desi n of this modification: ASME Section III 1977 Edition throu h summer 1979 Addenda.

Subsection NC/ND-2658.3 Anal sis of flan ed oints & Subsection NB-3650 Nuclear Class 1'evaluation

onl Code Case N-411 Alternate Dam in ValuesforSeismicAnal sisof Class1.2 &3Pi in Section

III Division 1.

CERTIFICATION OF COMPLIANCE
We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the

ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners nee, t Vp&ucOperations

Date ,tg gpss

)
CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of SYLV IA and employed by ARKWR(G UAL SURANC CO of

WA MASSACHUS S have Inspected the components described
in this Owner's Report during the period to , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in th!s Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in an manner for any personal injuryor property damage or a loss of any kind arising from or connected with this
inspection.

Commissions

Date

Inspector's Signature19'ational Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

4496ll

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St. ~ Allentown, PA 18101
Address

Date

Sheet

" JANUARY27, 1994

1 of

2. Plant

3. Work Performed by Pennsylvania Power & Light Co.
Name

Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Unit One

PMR92~F/SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

Repair Ortraniaation P.O. Na, deb No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUAL HEAT REMOVALSYSTEM 149G CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thiu W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Rephced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A HB8-1 11-H30 1982 REPLACED

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

12270

N/A

N/A

N/A

N/A

. HBB-111-H30

HBB-111-H11

HBB-111-H11

HB8-111-H34

1978 REPLACED

1982 REPLACED

1982 REPLACED

1982 REPLACED

N/A

NO

No

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

03256 N/A HBB-111-H34, 1978 REPLACED " N/A

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NO TESTING REQUIRED
'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8'rra In. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets ls
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept. ~ ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

WA C33160, C33161,C33164, C33698, C33179, C33187, C33170, C33173, C33176
Applicable Manieactirrera Data Reports to be attached

The followin later edition / addenda of the ori ina1 construction code and new code case were

used in the desi n of this modification: ASME Section III 1977 Edition throu h summer1979 Addenda.

Subsection NC/ND-2658.3 Anal sis of flan ed oints & Subsection NB-3650 Nuclear Class 1 evaluation

only), Code Case N-411, Alternate Damping Values for Seismic Analysis of Class 1. 2, & 3 Piping Section
Ill Division 1.

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are, correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner o rs De ee, Title VP&uc Operations

Date ,19 gg

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof PENNS LVANIA and employed by R IGHT M UAL INSURANCE CO.'f

A HAM MASSAC USE S ave inspected the components described
In this OwneVs Report during the period to and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken co ecthre measures described In this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the,
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in an manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Date

Inspector's S g nature
Commissions /

National Board, State, Province, and Endorsements



149GII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Date JANUARY27, 1994

Sheet 2 of

Unit One

PMR 924020F I SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

3. Work Performed by

Address

Penns Ivania Power 8 Light Co.
Name

Repair Orttanttatton P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUAL HEAT REMOVALSYSTEM 149G CLASS II

5. (a) Applicable Construction Code I II 19 71 Edition, thru W72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu VIPBO

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

6ECHTEL

PP&L

BEG HTEL

N/A

N/A

N/A

NIA

N/A

N/A

HBB-111-H35

HBB-111-H35

SP-HBD-174-
H2002

1982 REPLACED

1993 REPLACEMENT

1982 REPLACED

NO

NO

NO

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

13418 N/A SP-HBD-174.
H2002

1981 REPLACED N/A

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BEG HTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

04272

N/A

NIA

NIA

HBB-111-H37

HBB-111-H37

D8B-107-H1

1982

1978

REPLACED

REPLACED

1982 REPLACED

NO

N/A

NO

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

04570 NIA DBB-107-H1 1978 REPLACED NIA

PIPE SUPPORT

MECHANICAL
SNUBBER

MECHANICAL
SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

N/A

02551

02554

N/A

N/A

NIA

DBB-107-H2

0BB-107-H2A

0B8-107-H2B

1978

1978

REPLACED

REPLACED

1982 REPLACED NO

N/A

NIA



149GIJ

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Date

Sheet

Unit

JANUARY27, 1994

3 'f
One

PO Box 467, Betwick, PA 18603
Address

PMR 92~20F I SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

'epairOrganisation P.O. No.. Job No. ~ eto.

3. Work Performed by .Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

None

N/A

Expiration Date N/A

4. Indentification of System RESIDUAL HEAT REMOVALSYSTEM 149G CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thru Vf72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

NIA

21121

N/A

N/A

'0745

N/A

13403

N/A

N/A

NIA

NIA

N/A

N/A

N/A

N/A

NIA

N/A

SP-DBB-107-
H2005

SP-DBB-107-
H2005

SP-D8B-107-
H2006

SP-DBB-107-
H2006

SP-DBB-107-
H2007

SP-DBB-1 07-
H2007

SP-DBB-107-
H2009

SP-D 8 B-1 07-
H2009

DBB-107-H13

1982

1981

1982

1978

1982

1982

1981

1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

NO

NIA

NO

NIA

NO

N/A

NO

NIA

NO

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL NIA

N/A

N/A

0BB-107-H13

DBB-107-H9

1977

1982

REPLACED

REPLACED

NIA

NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149GII

1. Owner Pennsylvania Power 8 Light Co. Date JANUARY27, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Sheet

Unit

4 of

One

PO Box 467, Befwick, PA 18603
Address

PMR 924020F I SEE REMARKS FOR WORK
AUTHORIZATIONNUMBERS

, Repair Organization P.O. Na, Job No., eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RESIDUAL HEAT REMOVALSYSTEM 149G CLASS II

5. (a) Applicable Construction Code I I I 19 71 Edition, thiu W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Reptacements 19 80 thru Vlf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identiilcation Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

02600 N/A DBB-107-H9A 1978 REPlACED N/A

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

02596 NIA DBB-107-H9B 1978 REPLACED NIA



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

150 BII

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101

Date

Sheet

February 4, 1994

1 of

2. Plant 'u uehanna Steam Electric Station " Unit ONE

3. Work Performed by Penns Ivania Power8 Li ht Co.
Name

PO Box 467, Befwick, PA 18603
hddress

DCP-924020G WA C23504, C23505, C23506,
C23507 C23508 C33092

Repair Orriarrizabon p.o. Na, Job Ne., ere.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

4. Indentilication of System

Authorization No.

Expiration Date

RCIC SYSTEM 150B CLASS II

N/A

N/A

5. (a) Applicable Construction Code III 19 71 Fdmon, thru W72

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, N<11 Code Case

Name of
Component

f

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. 'ther Identlficatke Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A NIA DBB-109-H26 1982 REPLACED

MECH. SNUBBER PACIFIC
SCIENTIFIC

28837 N/A ~ DBB-109-H26A 1982 REPLACED NIA

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC '.

SCIENTIFIC

N/A N/A

17232 - N/A

DBB-109-H7 1982 REPLACED

DBB-109-H7 1981 REPLACED

DBB-109.H26B 1982 REPLACED NIA

NO

NIA

PIPE SUPPORT BECHTEL N/A NIA DBB-109-H12 1982 REPLACED NO

7. Description of Work REMOVE SNUBBER / NO REPLACEMENT-MODIFYSUPPORTS

8. Tests Conducted: Hydrostatic
Pneumat'ther@

Pressure psi

Nominal Operating Pressure@
Test Temp. 'F

NONE X

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is SN In. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/S2) This form (E00030) may be obtained from the Order Dept„ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

9. Remarks

Applcsble Msnurscnrrers Oats Reports tc be ttesched

CERTIFICATION OF COMPLIANCE
We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the

ASME Code, Section XI. repair or reptecement

Type Code Symbol Stamp

CerUIicate of AuthorizaUon No.

Signed

N/A ExplraUon Date

Date

N/A

,19
4 Owner or rs Desilt . Ti5e Vpetrc Opereaons

CERTIFICATIONOF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the Natkeal Board of Boiler and Pressure Vessel Inspectors and the State 'r

Province of S I and empktyed by G U C 0 of
T AS US S have ins ed the components described

in this OwneVs Report during the period to , and state that
to the best of my knowledge and belief, the Owner has pe ormed examinations and taken corr 'easures described In this
OwneVs Report in accordance with the requirements of the ASME Code, SecUon XL

By signing this certilicate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described In this OwneVs Reptxt. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal I%ryor property damage or a loss of any kind arising from or connected with this
inspection.

Date

Inspector's Signature

19

Commisshns
National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

150BII

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date Januaiy 21, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Berne

Sheet

- Unit

2 of

One

PO Box 467, Befwick, PA 18603
Address

3. Work Performed by . Pennsylvania Power 8 Light Co.

DCP-924020G WA C23504, C23505, C23506,
C23507 C23508 C33092

Repair Organlzadon P.O. Na, Job Na, eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

4. Indentiiication of System

Authorization No.

Expiration Date

RCIC SYSTEM 150B CLASS II

N/A

N/A

5. (a) Applicable Construction Code I II 19 71 Edition, thru vtr72 " Addenda, N<11

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Comporrents Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACiFIC
SCIENTIFIC

BECHTEL.

PACIFIC
SCIENTIFIC

BECHTEL

00127

N/A

00135

NIA

N/A

N/A

NIA

N/A

DBB-109-H12 1977

DBB-109-H15 1982

DBB-109-H15 1977

DBB-109-H17 1982

REPLACED

REPlACED

REPLACED

REPLACED

N/A

No

N/A

NO

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

07167

N/A

071 6a

NIA

NIA

N/A

N/A

DBB-109-H17 1979

DBB-109-H18 1982

DBB-109-H18 1979

DBB-'109-H24 1982

REPLACED .

REPLACED

REPlACED

REPLACED

N/A

NO

N/A

NO

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

12203

NIA

16755

N/A

N/A

N/A

HBB-101-H4 1982

HBB-tot-H4 1981

DBB-109-H24 1980 REPlACED

REPLACED

REPLACED

NIA

NO

N/A



,



150BII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Date

Sheet

Unit

January 21, 1994

3 of

One

PO Box 467, Belwick; PA 18603
DCP-924020G WA C23504, C23505) C23506,
C23507 C23508 C33092

3. Work Performed by

Address

Pennsylvania Power & Li ht Co.
Name

Repair Orjjaniaaaon p.O. No., Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
hddress

4. Indentification of System

Authorization No.

Expiration Date

RCIC SYSTEM 150B CLASS II

N/A

N/A

5. (a) Applicable Construction Code 'II 19 71 Edition, thru W72 Addenda, N<11 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements19 80 thruMf80

6. Identification of Components Repaired or Replaced and Replacement Components
a

0 Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A HBB-101-H10 1982 REPLACED NO

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

8ECHTEL N/A „

N/A

N/A

N/A

HBB-101-H10B 1980

SP-DBB-109-
H2002

1982

HBB-101-H10A 1980 REPLACED

REPLACED

REPLACED

N/A

N/A

NO

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

21150

N/A

N/A

1Z$9

NIA

NIA

NIA

N/A

N/A

NIA

NIA

N/A

SP-DBB-109-
H2002

SP-DBB-109-
H2003

SP-DBB-109-
H2003

SP-DBB-1 09-
H2004

SP-DBB-109-
H2004

SP-DBB-109-
H2006

SP-DBB-109-
H2006

1981

1982

1981

1982

1981

1982

1981

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

N/A

N/A

NO

N/A

N/A





150BII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Date January 21, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 4 of

One

PO Box 467, Berwick, PA 18603
Address

3. Work Performed by PennS IVania POWer 8 Light CO.
Name

DCP-924020G WA C23504, C23505, C23506,
C23507 C23508 C33092

Repair Oriianlzadon P.O. No. ~ Job Na, eto.

Type Code Symbol Stamp 'one
Two North Ninth St., Allentown, PA 18101

Address

4. Indenttfication of System

Authorization No.

Expiration Date

RCIC SYSTEM 150B CLASS II

N/A

N/A

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N<11 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

NIA

NIA

23027

NIA

14389

N/A

21123

N/A

N/A

N/A

NIA

N/A

NIA

NIA

N/A

N/A

SP-DBB-1 09-
H2011

SP-D8B-109-
H2011

SP-DBB-109-
H2013

SP-DBB-109-
H2013

SP-H8B-137-
H2001

SP-HBB-137-
H2001

SP-HBB-137-
H2003

SP-HBB-137-
H2003

SP-HBB-137-
H2004

1982

19S1

1982

1981

1982

1982

1982

19S1

1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

No

N/A

No

N/A

N/A

No

N/A

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BEG HTEL

10750

NIA

NIA

N/A

SP-HBB-137-
H2004

1980

SP-DBB-109-H9 1982

REPLACED

REPLACED

NIA



Jl

K



160BII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date January 21, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet 5 of

Unit One

PO Box 467, Berwick, PA 18603
Address

3. Work Performedby . PennSylVania POWer 8r Light CO.
Name

DCPM4020G WAC23504, C23505, C23506,
C23507 C23508 C33092

Repair Oraaoaarion P.O. No. ~ Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

4. Indentification of System

Authorization No.

Expiration Date

RCIC SYSTEM 150B CLASS II

N/A

N/A

5. (a) Applicable Construction Code I I I 19 71 Edion, thiu W72 Addenda N f11 Code Case

(b) AppHcable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VP80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

07233

N/A

03566

N/A

NIA

NIA

N/A

N/A

NIA

NIA

NIA

SP-DBB-109-H9

SP-DBB-109-
H11

SP-DBB-1 09-
H11

SP-DBB-109-
H2000

SP-DBB-109-
H2000A

SP-DBB-109-
H2000B

SP-DBD-113-H5

1979 REPLACED

1982 REPLACED

1981

1981

REPLACED

REPLACED

1982 REPlACED

1977 REPlACED

1982 REPLACED

NIA

NO

N/A

N/A

NIA

No

MECH. SNUBBER PACIFIC
SCIENTIFIC

N/A SP-DBD-113-H5 1978 REPlACED N/A

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

BEG HTEL

PPBL

BECHTEL

NIA

N/A

N/A

NIA

NIA

N/A

DBB-109-H19

DBB-109-H19

SP-DBB-109-
H2010

1982 REPLACED NO

1982 REPLACED

1993 REPLACEMENT NO





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

150BII

1. Ovmer Pennsylvania Power & Light Co.
Name

Date January 21, 1994

2. Plant

Two North Ninth St., Allentown, PA.18101
Address

Sus uehanna Steam Electric Station
Name

Sheet

Unit

6 'f
One

PO Box 467, Berwick, PA 18603
Address

DCP-924020G WA C23504, C23505, C23506,
C23507 C23508 C33092

Repair Oriiaolzaten p.O. No., Job No., eio.

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

4. Indentification of System

Authorization No.

Expiration Date

.RCIC SYSTEM 150B CLASS II

N/A

N/A

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N111 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

BECHTEL

PP&L

BECHTEL

N/A

NIA

N/A

NIA

NIA

N/A

SP-DBB-109-
H2007

SP-DBB-109-
H2007

SP-DBB-109-
H2012

1982

1993

1982

REPlACED

REPLACEMENT

REPlACED

No

NO



A II



150 B II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co. Date Nov. 6, 1992

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Su uehanna Steam Electric Station

Sheet

Unit

1 of

ONE

PO Box 467, Beiwick, PA 18603
hddress

DCP 92-9043/ WA C23412

Repair organization P.O. Na, Job No., etc.

3. Work Performed by , Penns Ivania Power& Li htCo.
Nsrne

Type Code Symbol Stamp NOne

Two North Ninth St., Allentown, PA 18101
Address

Authortzathn No. N/A

Expiration Date N/A

4. Indentification of System Unit I Reactor Core Isolation Coolin S stem 150B Class II

5. (a) Applicable Construction Code I I I 19 71 Editke, thru W'72 Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identiiication of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identiricathn Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Small Pipe Assembly

Small Pipe Assembly

Bechtel

PP&L

N/A N/A SP-DBB-109-1

SP-DBB-109-1

1982 Replaced

Replacement

7. Descrtpsonofwoik Relocated theta for the1" DBB-109 drain i in into the Unit1 4" RCIC steam drain ot

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating PressureQX Form 480 Non VT-2 Leak test

- Other@ Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is BN in. x 11 in., (2) Informa-
tion in Items 1 through 6 on this report is included on each sheet, and (3) each sheet Is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks None
Applicarrre Manrrractrrrera Data Repota lo be attacnerr

CERTIFICATIONOF COMPLIANCE
We certify that the statements made in tho report are correct and this

ASME Code, Section XI.
REPLACEMENT conforms to the rules of the
repair or fepracernent

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A

Signed
owner or a . Titre Vp&uccpa ratrona

Date ,19

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commisshn Issued by the Nathnai Board of Boiler and Pressure Vessel Inspectors and the State
or Province of S A and employed by R G SU N 0 of

S ve ed the components described
in this Owner's Report during the period z to g , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken ective measures described in this
Owner's Report in accordance viith the requirements of the ASME Code, Secthn XI.

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable In an manner for any personal injuryor property damage or a loss of any kind arising from or connected with this
inspection.

Inspector's Signature
Commisskes

NaUonal Board, State, Province, and Endorsements

Date



151AI

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer

2. Plant

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Date

Sheet

Unit

January 25, 1994

of

One

PO Box 467, Belwick, PA 18603
DCP 92~D C33019, C33020, C33021, C33022,
C33031 C33032 C33226 C33227

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Oraanizarron P.O. No., Joir No. ~ eto,

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System CORE SPRAY SYSTEM 151A CLASS I

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N tt1

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 80 thru 1/F80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

"
Name of

Manufacturer
Manufacturer

Serial No."

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BEG HTEL N/A N/A DCA-109-H6 1982 REPLACED

MECH. SNUBBER PACIFIC
SCIENTIFIC

NIA DCA-109-H6 1977 REPLACED N/A

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BEG HTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

00914

NIA

NIA

NIA

DCA-109-H7

DCA 109-H7

1982 REPlACED

1977 REPLACED

DCA-109-H17, 1982 .. REPLACED

NO

NIA

NO

,PIPE SUPPORT PP&L NIA NIA DCA-109-H17"-. 1993 REPLACEMENT NO

7. Description ofWork REMOVE SNUBBERS / NO REPLACEMENT / MODIFYSUPPORTS

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure+ NONE X
Othe+ Pressure psl Test Temp. „

" 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size Is 8N In. x 11 In., (2) Informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St. ~
New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks
ApplicatNe Manuiacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repair or replacement

Typo Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners rinse, Title Vp&ucOperations

Date

CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of NNS LVANIA and employed by A G M A SU C CO of

WALTHAM ASSAC US TTS e I s ted the components described
„, in this Owner's Report during the period to and state that

to the best of my knowledge and belief, the Ovmer has performed examinations and taken co e measures described in this
Ovmer's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injuryor property damage or a loss of any Idnd arising from or connected with this
inspection.

Commissions
National Board, State, Province, and Endorsements

Date F i9~~



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

151Al

1. Owner Pennsylvania Power 8 Light Co.
Name

Date January25, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Sheet 2 of

Unit

DCP 924020D C3301 9, C33020, C33021, C33022,
C33031 C33032 C33226 C33227

Address

3. Work Performed by PennSylVania POWer & Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. NIA

Repair Ortrarrtzation P.O. No., Job No., eto.

Type Code Symbol Stamp None

4. Indentification of System

Expiration Date

CORE SPRAY SYSTEM 151A CLASS I

NIA

5. (a) Applicable Construction Code III 19 71 Edition, thru w'72 Addenda, N11 1

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A DCA-109-H18 1982 REPLACED NO

PIPE SUPPORT PP&L N/A DCA-109-H18 1993 REPLACEMENT NO

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

00887

N/A

NIA

N/A

N/A

N/A

DCA-109-H9 1982

DCA-109-H9

DCA-109-H10 1982

DCA-109-H10 1977

SP-DCA-107-H2 1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

NO

NIA

No

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

28941

NIA

NIA

NIA

NIA

N/A

NIA

SP-DCA-107-H2 1982

SP-0 CA-107-
H2006

SP-DCA-107-
H2006

1982

1981

SP-DCA-107-H6 1982

REPLACED

REPlACED

REPLACED

REPlACED

NIA

NO

NIA



Oj



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
. As Re uired b the Provisions of the ASME Code Section XI

151AI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date January 25, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

3 of

ONE

PO Box 467, BenNick, PA 18603
Address

DCP 924020D C33019, C33020, C33021, C33022,
C33031 '33032 C33226 C33227

Repair Organisabon P.O. No., Job Na, etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System CORE SPRAY SYSTEM 151A CLASS I

5. (a) Appiicable Construction Code III 19 71 Edition thru W72 Addenda, N 111

(b) Applicable Edition of Section XI UtiTized for Repairs or Replacements 19 80 thru NPSO

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

13122

N/A

NIA

N/A SP-DCA-107-
H2002

1982

SP-DCA-107-HG 1980 REPLACED

REPLACED

N/A

No

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PP&L

BECHTEL

PACIFIC
SCIENTIFIC

PP&L

N/A

28979

N/A

N/A

NIA

22885

N/A

N/A

N/A

N/A

N/A

NIA

N/A

NIA

SP-DCA-107-
H2002

SP-DCA-107-
H2003

SP-DCA-107-
H2003

SP-DCA-107-
H2004

SP-DCA-107-
H2004

SP-DCA-107-
H2004

SP-DCA-107-
H2007

SP-DCA-107-
H2007

SP-DCA-107-
H2007

1981

1982

1982

1982

19S1

1982

1981

1993

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACEMENT

REPLACED

REPLACED

REPLACEMENT

N/A

NO

N/A

NO

NIA

NO

NO

N/A

NO



)
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

151 All

1. Owner Pennsylvania Power & Light Co. Date Janualy 25, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

PO Box 467, Berwick, PA 18603

Sheet 1 of

Unit

DCP 924020C C33214

One

3. Work Performed by

Address

Pennsylvania Power & Light Co.
Name

Repair Orgarrizatorr P.O. No. ~ Job No., ete.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authortzation No. N/A

4. IndentiTication of System

Expiration Date

CORESPRAY SYSTEM 151A CLASSII

N/A

6. (a) Applicable Construction Code I I I 19 71 Edition, thru W72 Addenda, N"111 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A GBB-101-H9 1982 REPLACED N/A

PIPE SUPPORT PP&L N/A N/A GBB-101-H9 1993 REPLACEMENT NO

7. Description of Work ADD STEEL TO EXISTING SUPPORTS

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure+
Other+ Pressure psi Test Temp. ep

NONE X

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet Is numbered and the number of sheets Is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N, Y. 1001 7



FORM NIS-2 (Back)

9. Remarks

hppticahre htlanrrfacturers Data Reports to he attachad

CERTIFICATION OF COMPLIANCE
We certify that the statements made In the report are correct and this REPLACEMENT conforms to the rules of the

ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed

Z y si Ormar or Dasltinee, 7 VP&cc Operations

Date p7, 19

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ENNSYLVANIA and employedby R IG T UTUALINSU CE CO. of

L HAM ASSACHUS S have spected the components described
In this Owner's Report during the period g to a, N$'nd state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report In accordance with the requirements of the ASME Code, Section XI;

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described In this OwneVs Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal InJury or property damage or a loss of any kind arising from or connected with this
inspection.

Commissions

Date

Inspector's Signature National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

151AII

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date January 22, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet 1 of

Unit One

PO Box 467, Befwick, PA 18603
Address

DCP 92~D C33023, C33024, C33025, C33026,
C33027 C33028 C33029 C33030

Repair Ortrantaation P.O. No., Job No., ete.

3. Work Performed by Pennsylvania Power 8 Light Co.
Heine

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System CORE SPRAY SYSTEM 151A CLASS II

5. (a) Applicable Construction Code III 19 71 Edion, thru W72 Addenda, N t1 1

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Rephced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Rephcement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A NIA HBB-104H12 1982 REPLACED NO

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

02429

NIA

N/A

N/A

HBB-104.H12

HBB-104-H13

1977 REPLACED

1982 REPLACED

NIA

NO

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

02098

N/A

NIA

N/A

HBB-104 H13

H8B-104-H16 ~

1977 REPLACED

1982 REPLACED

. N/A

NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

NIA HBB-104-H16 1978 REPLACED N/A

,7. Description of Work REMOVE SNUBBERS / NO REPLACEMENT /MODIFYSUPPORTS

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@

Other@ Pressure psl Test Temp. 'F
NONE X

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 In., (2) informa-

tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is

recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back) ,
9. Remarks

Applrcable Manufacturer's Data Reports to be attached

CERTIFICATIONOF COMPLIANCE
- We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the

ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp

Certi%cate of Authorization No. ExpiraUon Date

Signed
owner or owners nee, Tate vp&uc operations

Date

CERTIFICATIONOF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PEN SYLVANIA and employed by AR IGH A NSURANC CO of

WALT AM ASSAC USE S ve I s ted the components described
in this OwneVs Report during the period to and state that
to the best of my knowledge and belief, the Owner has performed examinaUons and taken corrective measures described in this
Owner's Report In accordance viith the requirements of the ASME Code, SecUon XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the,
examinations and corrective measures described In this OvmeVs Report. Furthermore, neither the Inspector nor his employer
shall be liable In any manner for any personal Injuryor property damage or a loss of any kind arising from or connected with this
inspection.

Date

InspectoVs Signature

&F19~
Commissions

National Board, State, Province, and Endorsements



15)All

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date January 22, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet 2 of

Unit ONE

PO Box 467, Befwick, PA 18603
Address

DCP 92~D C33023, C33024, C33025, C33026,
C33027 C33028 C33029 C33030

Repair Oriianizabon P.O. No., Job No. ~ eic.

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System CORE SPRAY SYSTEM 151A CLASS II

5. (a) Applicable Construction Code I I I 19 71 Edition, thru W72 Addenda, N t1 1

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NPSO

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT 8ECHTEL N/A N/A HBB-104.H34 1982 REPLACED

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

02123

N/A

N/A

NIA

NIA

NIA

N/A

HBB-104H34 1977 REPLACED

HBB-104-H35 1982 REPLACED

HBB-104.H35 1982 REPLACED

HBB-104-H39 1982 REPLACED

N/A

NO

NIA

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BEG HTEL

PACIFIC
SCIENTIFIC

BEG HTEL

PACIFIC
SCIENTIFIC

11101

NIA

06939

'/A

NIA

N/A

NIA

N/A

N/A

N/A

HBB-104-H39B 19S1 REPLACED

HCB-102-H4

HCB-102-H4

1982 REPLACED

1980 REPLACED

HBB-104-H10 1982 REPLACED

HBB-104-H10 1986 REPLACED

HBB-104-H39A 1978 REPLACED NIA

N/A

NO



j



16)All
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co. Date January 22, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet

Unit

3 of

PO Box 467, Berwick, PA 18603
Address

DCP 924020D C33023, C33024, C33025, C33026,
C33027 C33028 C33029 C33030

Repair Ortianization P.O. No., Job No., eto.

3. Work Performed by Penns Ivania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System CORE SPRAY SYSTEM 151A CLASS II

5. (a) Applicable Construction Code I II 19 71 Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements,19 80 thru NP80

6. Identification of Co'mponents Repaired or Replaced and Replacement Components

Addenda, N I11 Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT 8ECHTEL N/A N/A HBB-104-H27 1982 REPLACED NO

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

NIA

21564

N/A

N/A

N/A

N/A

NIA

HBB-104-H27 1982

HBB-104-H30 1982

HBB-104-H30 1982

HCD-115-H14 1982

REPLACED

REPLACED

REPLACED

REPLACED

NIA

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

" PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BEG HTEL

PACIFIC
SCIENTIFIC

BECHTEL

PPSL

NIA

03571

NIA

N/A

NIA

N/A

N/A

NIA

NIA

NIA

H CD-115-H14B 1980

HBB-104-H11 1982

HBB-104-H11 1977

HCD-115-H3 1982

HCD-115-H3

HCD-115-H14A 1980 REPLACED

REPLACED

REPLACED

REPLACED

REPlACED

REPlACEMENT

N/A

N/A

NO

N/A

NO



)



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

151AtI

1. Owner Pennsylvania Power & Light Co. Date January 22, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet

Unit

4 of

ONE

PO Box 467, Betwick, PA 18603
Address

DCP 924020D C33023, C33024, C33025, C33026,
C33027 C33028 C33029 C33030

Repair Orgaaizariorr p.O. Na, deir No. ~ etc.

3. Work Performed by Penns Ivania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 181 01
Address

Authorization No.

Expiration Date

N/A

N/A

4. IndentiTication of System CORE SPRAY SYSTEM 151A CLASS II

5. (a) Applicable Construction Code III 19 71 EdIon, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

01619

NIA

N/A

NIA

GBB-101-H38

GBB-101-H38

GBB-101-H39

1982

1977

1982

REPLACED

REPLACED

REPLACED

N/A

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

6ECHTEL

03597

NIA

N/A

N/A GBB-102-H11 1982

GBB-101-H39 1978 REPLACED

REPLACED

N/A

No

, PIPE SUPPORT PP&L NIA NIA GBB-102-H11 REPLACEMENT NO

PIPE SUPPORT BECHTEL NIA N/A GBB-102-H15 REPlACED

PIPE SUPPORT PP&L NIA NIA GBB-102-H15 REPLACEMENT NO

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

NIA

01636

N/A

N/A

N/A

N/A

GBB-101-H40

GBB-101-H40

GBB-101-H41

1982

1977

1982

REPlACED

REPLACED

REPLACED

NIA

NO



151AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

January 22, 1994

5 of

2. Plant Sus uehanna Steam Electric Station
irame

PO Box 467, Befwick, PA 18603
Address

Unit ONE

DCP 924020D C33023, C33024, C33025, C33026,
C33027 C33028 C33029 C33030

Repair Organization P.O. No.. Job No., etc.

3. Work Performed by . PennS IVania POWer & Light CO.
irame

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

None

N/A

4. Indentification of System

Expiration Date

CORE SPRAY SYSTEM 151A CLASS II

N/A

5. (a) Applicable Construction Code I I I 19 71 Edition, thiu W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identilication of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

03794

NIA

N/A

N/A

G8B-101-H41

GBB-1 02-H23

1978

1982

REPLACED

REPLACED

N/A

NO

MECH. SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BEG HTEL

PPSL

N/A

N/A

NIA

NIA

NIA

GBB-102-H23

GBB-102-H18

GBB-102-H18

1978

1982

1993

REPLACED

REPLACED

NIA

NO

REPIACEMENT NO

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

N/A

N/A

N/A

N/A

NIA

NIA

, SP-GBB-101-
H2002

SP-GBB-101-
H2002

SP-G8B-101-
H2022

SP-GBB-101-
H2022

1982

1982

1978

REPLACED

REPLACED

REPLACED

REPLACED

NO

N/A

NO

NIA



4
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152AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date January 25, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

1 of

One

PO Box 467, Berwick, PA 18603
Address

3. Work Performed by PennSylVania POWer 8 Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

DCP 924020C C33213, C33208

Repair Organization P.O. No., Job Na, eto.

Type Code Symbol Stamp None

Expiration Date

4. Indentification of System HPCI SYSTEM 152A CLASS II

S. (a) Applicable Construction Code III 19 71 Edmon, thru W72 Addenda, N f11

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtrr80

6. Identification of Components Repaired or Replaced and Replacement Components

N/A

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identiiication Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

BEG HTEL

PACIFIC
SCIENTIFIC

NIA N/A

N/A DBB-120-H18 1980 REPLACED

DBB-120-H18 1982 REPlACED NO

N/A

PIPE SUPPORT PP&L NIA NIA DBB-120-H18 1993 REPlACEMENT NO

PIPE SUPPORT BECHTEL NIA NIA DBB-120-H24 1982 REPLACED

MECH. SNUBBER „

PIPE SUPPORT

~ "PACIFIC
SCIENTIFIC

PP&L

N/A

NIA

DBB-120-H24 1980 REPLACED N/A

DBB-120-H24
'

1993 REPLACEMENT NO

7. Description of Work REMOVE SNUBBERS I NO REPLACEMENT I MODIFYSUPPORTS

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
I Test Temp. 'F

NONE X

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N In. x 11 in., (2) informa-

tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is

recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks

Applicable Manrrfactrrrers Data Reports to be attacherf

CERTIFICATION OF COMPLIANCE
We certify that the statements made in the report are correct and this

ASME Code, Section XI.
REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

'igned
or Owners nee, Trite vp&rrcoperations

Date ,19

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNS V IA and employed by G U UA SURANC CO of

L AM MASSAC US S ve I s the components described
in this Ovmer's Report during the period to , and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described in this
Owne Vs Report In accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this OwneVs Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal Injury or property damage or a loss of any kind arising from or connected with this
Inspection.

Commissions

Date

InspectoVs Signature

19~+
National Board, State, Province, and Endorsements



152All

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date January 25, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Addteaa

Sus uehanna Steam Electric,Station

Sheet 2 of

One

PO Box 467, Belwick, PA 18603
Addreaa

DCP 92~0c C33213, C33208

Repair Oriianiaatron P.O. No. ~ Job No., eto.

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Addreaa

Type Code Symbol Stamp

Authortzatlon No.

Expiration Date

None

N/A

NIA

4. Indentilication of System HPCI SYSTEM 152A CLASS II

S. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N"f11 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

PP&L

NIA

03483

NIA

NIA

N/A

N/A

0BB-120-H27 1982

0BB-120-H27 1978

DBB-120-H27 1993

REPLACED

REPLACED

REPLACEMENT

No

N/A

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

PP&L

N/A

14774

N/A

N/A

NIA

DBB-120-H28 1982

D9B-120-H28 1983

DBB-120-H28 1993

REPLACED

REPLACED .,

REPLACEMENT

N/A

No



P,g



152AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power & Light Co. Date January 25, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Sheet 1 of

Unit One

DCP 924020E WA C33115

Address

3. Work Performed by PennSylVania POWer & Light CO.
Name

Repair Organizaren P.O. No., Job No. ~ atc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

4. Indentification of System

Authorization No.

Expiration Date

HPCI SYSTEM 152A CLASS II

N/A

N/A

5. (a) Applicable Construction Code III 19 71 Edition, thiu W72 Addenda, N<11 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A EBB-102-H18 1982 REPLACED NO

PIPE SUPPORT ppaL N/A N/A EBB-102-H18 1993 REPLACEMENT NO

7. Description ofWork ADD STIFFNERS TO EXISTING SUPPORTS

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NONE X
eF

NOTE:" Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is Included on each sheet, and (3) each sheet is numbered and the number of sheets h
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St. ~ New York, N.Y. 10017



FORM NIS-2 (Back)

g. Remarks

Appbcable Manutacturers Data Reports to be attacherl

. CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct apd this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or reptacement

Type Code Symbol Stamp

Certificate of Authorization No.

Signed

N/A

N/A

Expiration Date

Date

N/A

,19 g~
Owner or Owner's Oesitrnee, e Vp Operations

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYL IA and employed by AR IGHT UTUA NSU NC CO of

ASSAC USE S hav ins ed the components described
in this Owner's Report during the period to Z 'f and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Ovmer's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certilicate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injuryor property damage or a loss of any Idnd arising from or connected with this
inspection.

Commissions
Ins tor's Signature National Board, State, Province, and Endorsements

Date



152AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Date JANUARY23, 1994

Sheet 1 'of

Unit One

PMR 944000/ Work Authorization C43010

Repair Oriiantzaten P.O. No., Job No. ~ eto.

3. Work Performed by Penns Ivania Power 8 Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System HIGH PRESSURE COOLANT INJECTION SYSTEM 152A CLASS II

5. (a) Applicable Construction Code I I I 19 71 Edmon, thru W72 Addenda, N<1" Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL NIA N/A EBB-102-H24 1982 REPlACED NO

PIPE SUPPORT BECHTEL NIA N/A EBB-102-H25 1982 REPLACED

7. Description ofWork Remove su ports that were found to have caused an overstressed condition.

8. Tests Conducted: Hydrostatic PneumatlcQ Nominal Operating Pressure+ NO TESTING REQUIRED

Othe+ Pressure psi Test Temp.. eF

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) stze h 8N In. x 11 in., (2) informa-
tion in items 1 through 6 on this report is Included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks

Applicable Manutacturers Data Reports to be attached

CERTIFICATIONOF COMPLIANCE
We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the

ASME Code, Section XI. repab or reaacernent

Type Code Symbol Stamp

Certificate of Authorization No. Expiration Date N/A

Signed

C/ Owner or Owners Deslttnee, vp& operations
Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of NNS LV NIA and employed by A G UA SU CE CO of

WA T AM MASSACHUS S have in pected the components described
In this OvmeVs Report during the period to 0 and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described in this
OwneVs Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certilicate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described In this OwneVs Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal Injuryor property damage or a loss of any kind arising from or connected with this
inspection.

Commissions
Inspector's Signature

Date 2 Z - 19~~
National Board, State, Province, and Endorsements



,
154A III

Pennsylvania Power & Light Co.
Name

Date January 31, 1994

ll
FORM NIS-2 OWNER'S'EPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

1 of

One

10

PO Box 467, Befwick, PA 18603
Address

89-9153B WA's C33296,C33301,C33302,C33303,
C33304 C33297 C33298 C33299 C33300

Repair Organization P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System EMERGENCY SERVICE WATER SYSTEM 154A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. tdentilicatfon of Components Repaired or Replaced and Replacement Components

Code Case
SEE REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

2" MANUALISO
VALVE

PIPE
SUPPORT

PIPE
SUPPORT

YARWAY

BECHTEL

BECHTEL

5776

NA

NA 111-107A

'PHRC126-H18

NA SPHRC126-H19

1982 REPLACED

1982 REPLACED

1976 REPLACED YES

NO

PIPE
SUPPORT

8ECHTEL NA SPHRC126-
H2003

1982 REPLACED No

PIPE ~

SUPPORT

PIPE
SUPPORT

BECHTEL

8ECHTEL

NA

NA

SPHRC126-
H2004

SPHRC126-H20

1982

1982

REPLACED

REPLACED

No

7. Description of Work Install spool pieces. Remove obsolete ESW piping, valves and supports.

8. Tests Conducted: Hydrostatic X Pneumatic@ Nominal Operating Pressure@
Other@ Pressure 200 psl Test Temp. 63 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used,.provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12f82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

CODE DATAREPORT S ATTACHED
Applicable Manufacturers Data Reports to be attacbed

NO ADDENDA

CERTIFICATION OF COMPLIANCE

We certify that the statements made ln the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Orrners Desig . Title Auc Operations

Date ,19

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employedby ARKWRIGHTMUTUALINSURANCE CO. of

WA ASS C USE S have spe ed t e componentsdescribed
In this Ovmel's Report during the period to and state that ~

to the best of my knowledge and belief, the Owner has perfo ed examinations and taken corrective measures described In this
Ovmer's Report ln accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty,,expressed or Implied, concerning the
examinations and corrective measures described In this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injuryor property damage or a loss of any kind arising from or connected viith this
inspection.

Date

Inspector's Signature

eP S 19~sf

Commissions c.
9'ationalBoard, State, Province ~ and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

154A III

1. Owner Pennsylvania Power 8 Light Co.. Date January 31, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet

Unit

2 of

One

10

PO Box 467, Berwick, PA 18603
Address

89-9153B WA's C33296,C33301,C33302,C33303,
C33304 C33297 C33298 C33299 C33300

Repair Organization P.O. No., Job No., etc.

3. Work Performed by Pennsylvania Power 8 Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

NIA
4. Indentification of System EMERGENCY SERVICE WATER " SYSTEM 154A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thiu W72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19

" 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code
Case'EE

REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other ldentiiication Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE
SUPPORT

2" MANUALISO
VALVE

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

BECHTEL

YARWAY

BECHTEL

BECHTEL

8ECHTEL

BECHTEL

BECHTEL

BECHTEL

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

SPHRC126-H21

111106A

SPHRC127-
H2012

SPHRC127-H2

SPHRC127-
H2013

SPHRC127-H3

SPHRC127-H4

SPHRC127-
H2015

1976 REPLACED

1982 REPLACED

1982 REPLACED

1982 REPLACED

1982 REPLACED

1982 REPLACED

1982 REPLACED

1982 REPLACED

YES

NO

NO

NO

PIPE
SUPPORT

PIPE
SUPPORT

SMALLPIPE
ASSEMBLY

BECHTEL

BECHTEL

BECHTEL

NA

NA

NA

NA

NA

SPHRC124.HS

SPHRC124-H6

SPHRC-124-2

1982

1982

1982

REPLACED

REPLACED

REPLACED

NO

NO

YES



'
1. Owner

154A III

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101,
Address

Date

Sheet

January 31, 1994

3 of 10

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant Su uehanna Steam Electric Station

PO Box 467, Berwick, PA 18603

One

89-9153B WA's C33ZS,C33301,C33302,C33303,
C33304 C33297 C33298 C33299 C33300

3. Work Performed by

Address

Pennsylvania Power & Light Co.
Name

Repair Organization P.O. No. ~ Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System EMERGENCY SERVICE WATER s 'YSTEM 154A CLASS III

5. (a) Applicable Construction Code I I I 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identilicatlon of Components Repaired or Replaced and Replacement Components

Code
Case'EE

REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

2" MANUALISO
VALVE

YARWAY 5701 NA 111106 B 1976 REPLACED YES

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

SMALLPIPE
ASSEMBLY

2" MANUALISO
VALVE

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

8ECHTEL

BEG HTEL

BECHTEL

BECHTEL

6ECHTEL

YARWAY

BEG HTEL

BECHTEL

BECHTEL

BECHTEL

NA

NA

NA

5724

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

SPHRC124-H2 1982

SPHRC124-H3 1982

SPHRC124-
H2004

1982

SPHRC-123-2 1982

111107B 1976

SPHRC123-
H2002

1982

SPHRC123-H1 1982

8PHRC123-H2 1982

SPHRC123-H4 1982

SPHRC124-H4 1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

No

YES

YES



164A ill
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date January 31, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 4 of

Unit One

10

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

PO Box 467, Befwick, PA 18603
Address

89-9153B WA's C33296,C33301,C33302,C33303,
C33304 C33297 C33298 C33299 C33300

Repair Organiaadon PO. No., dob No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Add(ess

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System EMERGENCY SERVICE WATER SYSTEM 154A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition thfu W72
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19, 80 thiu Mf80

I
6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code
Case'EE

REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE
SUPPORT

BECHTEL NA NA SPHRC123-
H2003

1982 REPLACED NO

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

BECHTEL

BECHTEL

BEG HTEL

NA

NA

NA

NA

NA

SPHRC123-H3 1982

SPHRC123-H5 1982

SPHRC123-H6 1982

REPLACED

REPlACED

REPlACED

NO

NO

2" MANUALISO
VALVE

YARWAY NA 111107C 1976 REPLACED YES

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

2" MANUALISO
VALVE

BECHTEL

BECHTEL

BECHTEL

BECHTEL

BECHTEL

YARWAY

NA

NA

NA ~

NA

NA

NA

NA

SPHRC130-
H2050

1982

SPHRC130-H1 1982

SPHRC130-H2 1982

SPHRC130-H4 1982

111106C 1976

SPHRC130-H3 1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

NO

YES



164A III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date January 31, 1994

Two North Ninth St., Allentown, PA 18101 Sheet 5 of 10

r'.

Plant Sus uehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603

Unit One

89-9153B WA's C33296,C33301,C33302,C33303,
C33304 C33297 C33298 C33299 C33300

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Oreanlzason p.o. No.. Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System EMERGENCY SERVICE WATER r SYSTEM 154A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru Vtr72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case
SEE REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identilicatlon Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE
SUPPORT

BECHTEL NA SPHRC131-H9 1982 REPLACED NO

PIPE
SUPPORT

BECHTEL NA NA SPHRC131-
H2053

1982 REPLACED

PIPE
SUPPORT

PIPE
SUPPORT

2" MANUALISO
VALVE

PIPE
SUPPORT

BECHTEL

BECHTEL

YARWAY

BECHTEL

NA

NA

NA

NA

NA

SPHRC131-H10

SPHRC131-
H2054

111106D

SPHRC124-H51

1982 REPLACED

1982 REPLACED

1976 REPLACED

1982 REPLACED

NO

YES

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

BECHTEL

BECHTEL

BECHTEL

NA

NA

NA

NA

NA

NA

SPHRC124-
H2011

SPHRC124-H52

SPHRC124-H39

1982

1982 REPLACED NO

1982 REPLACED

REPLACED 'O

2" MANUALISO
VALVE

PIPE
SUPPORT

YARWAY

BECHTEL

5713

NA

NA

NA

111107D

SPHRC123.H41

1976

1982

REPLACED

REPLACED

YES

NO



i ~



154A III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co. Date January 31, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

6 of

One

10

PO Box 467, Berwick, PA 18603
Address

89-9153B WA's C33296,C33301,C33302,C33303,
C33304 C33297 C33298 C33299 C33300

Repair Organization P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System EMERGENCY SERVICE WATER SYSTEM 154A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

SEE REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

PIPE
SUPPORT

BECHTEL

BECHTEL

BECHTEL

BECHTEL

NA

NA

NA

NA

NA

NA

SPHRC123-
H2004

SPHRC123-H40

SPHRC123-
H2010

SPHRC123-H39

1982

1982

REPLACED

REPLACED

1982 REPLACED

1982 REPLACED

NO

PIPE
SUPPORT

1" VALVE

1" VALVE

8ECHTEL

YARWAY

YARWAY

NA

A0382

C0579

NA

NA

NA

SPHRC123-
H2011

111129A

111129A

1982 REPLACED NO

1977 REPLACED, YES

1990 REPLACEMENT YES

1" VALVE YARWAY 5479 NA 111128C 1976 REPLACED YES

1" VALVE

SMALLPIPE
ASSEMBLY

S IPMALLP E
{ ASSEMBLY

YARWAY

BECHTEL

PPL

C0763

NA

NA

NA

NA

NA

111128C

SP-HRC-1 27-2

SP-HRC-127-2

1982 REPLACED YES

1993 REPLACEMENT NO

1990 REPLACEMENT YES



(~



FORM NIS-2'OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

154A III

1. 0'wner Pennsylvania Power & Light Co.
Name

Date January 31 ~ 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet

Unit

7 of

One

10

PO Box 467, Befwick, PA 18603
Address

89-9153B WA's C33296,C33301,C33302,C33303,
C33304 C33297 C33298 C33299 C33300

Repair Organization P.O. No., Job No., eto.

3. Work Performed by Penns Ivania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System EMERGENCY SERVICE WATER SYSTEM 154A 'CLASS III

5. (a) Applicable Construction Code III 19 71 Edition thru VIP72

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

:SEE REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serhl No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

BECHTEL

PPL

BECHTEL

PPL

BECHTEL

PPL

BECHTEL

PPL

BECHTEL

PPL

BECHTEL

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

SP;HBC-14M 1982

SP-HBC-1403 1993

SP-HRC-12&5 1982

SP-HRC-1264 1993

SP-HRC-123-7 1982

SP-HRC-123-7 1993

SP-HBC-139-1 1982

SP-HBC-139-1 1993

SP-HRC-1248 1982

SP-HBC-13&3 1982

SP-HBC-1394 1993

REPLACED YES

REPLACED 'ES

REPLACEMENT NO

REPLACED YES

REPLACEMENT NO

REPLACED YES

REPLACEMENT NO

REPLACED YES

REPLACEMENT NO

REPLACED YES

REPLACEMENT NO



154A III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8, Light Co. Date January 31, 1994

Two North Ninth St., Allentown, PA 18101 Sheet 8 of 10

2. Plant Sus uehanna Steam Electric Station Unit One

PO Box 467, Befwick, PA 18603
Address

89-9153B WA's C33296,C33301,C33302,C33303,
C33304 C33297 C33298 C33299 C33300

Repair Organization P,O. No., Job No., etc.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilicatlon of System EMERGENCY SERVICE WATER SYSTEM 154A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru vtr72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code
Case'EE

REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

PPL

BECHTEL

PPL

BECHTEL

PPL

BECHTEL

PPL

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

SP-HRC-1244'993

SP-HBC-140-2 1982

SP-HBC-140-2 1993

SP-HRC-130-1 1982

SP-HRC-130-1 1993

SP-HBC-139-2 1982

SP-HBC-139-2 1993

REPLACEMENT

REP.LACED

REPLACEMENT

REPLACED

REPLACEMENT

REPLACED

REPLACEMENT

YES

NO

"YES

YES

NO

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

BECHTEL

PPL

BECHTEL

NA

NA

NA

NA

NA

NA

SP-HRC-130-1

SP-HRC-1 30-1

SP-HBC-139-2

1982

1993

1982

REPLACED

REPLACEMENT

REPLACED

YES

NO

YES

SMALLPIPE
ASSEMBLY

PPL NA SP-HBC-139-2 1993 REPLACEMENT NO



164A III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power 8 Light Co.
Name

Date January 31, 1994

Two North Ninth St., Allentown, PA 18101 Sheet 9 of 10

2. Plant Susquehanna Steam Electric Station Unit One

PO Box 467, Befwick, PA 18603
Address

89-9153B WA's C33296,C33301,C33302,C33303,
C33304 C33292 C33298 C33299 C33300

Repair Organization P.O. No,. Job No., etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

'N/A

4. Indentirication of System EMERGENCY SERVICE WATER SYSTEM 154A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru Vtr72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

SEE REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other tdentification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALI.PIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

SMALLPIPE
ASSEMBLY

BECHTEL

PPL

8ECHTEL

PPL

BECHTEL

PPL

BECHTEL

PPL

BECHTEL

PPL

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

SP-HRC-131-1

SP-HRC-131-1

SP-HBC-1 40-1

SP-HBC-1 40-1

SP-HRC-123-1

SP-HRC-123-1

SP-HBC-13%

SP-HBC-1394

SP-HRC-124.1

SP-HRC-124-1

1982 REPLACED

1993 REPLACEMENT

1982 REPLACED

1982 REPlACED

1993 REPLACEMENT

1982 REPLACED

1993 REPLACEMENT

1982 REPLACED

1993 REPlACEMENT

1993 REPLACEMENT

YES

NO

YES

NO

YES

NO

YES

NO

YES

SMALI PIPE
ASSEMBLY

BECHTEL SP-HBC-14'982 REPLACED YES
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154A III

1. Owner Pennsylvania Power 8 Light Co. Date January 31, 1994

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
- As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

10 of

One

10

PO Box 467, Berwick, PA 18603
Address

89-9153B WA's C33296,C33301,C33302,C33303,
C33304 C33297 C33298 C33299 C33300

Repair Oriianization P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentificatlon of Sy'tem EMERGENCY SERVICE WATER SYSTEM 154A CLASS III

5. (a) Applicable Construction Code I I I 19 71 Edition, thru W72

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

SEE REMARKS

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identiricatton Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped.
(Yes or

No)

SMALLPIPE
ASSEMBLY

PPL NA NA SP-HBC-1444 1993 REPLACEMENT NO
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SHOP OROER 72341 REGISTER 89670
FORM NPV-1 CERTIFICAT,"= HOLDERS'ATA REPORT FOR NUCLEAR PUMPS OR VALVES

As Required by the Provisions ot the ASME Code, Section I'l, Division 1

"Pg.~of

1. Manufactured and certified by Yarwa Cor oration Blue Bell PA 19422
(name and address of N Cenificate Holder)

2. Manufactured for Penna. Power Im Li ht Com an, Allentown, PA 18101
(name and address of Purchaser or Owner)

3. I.ocation of installation Susquehanna SES, Berwick, PA 18603
(name and address)

4. Model No.. Series No.. or Type

6. pump or valve Va l«
SA-182

7. Material: Body Gr. F316L.

(al
Cert.

Holder's

Serial No,

(b)
Nat'I

Board

No.

5. ASME Code, Section III, Oivision I:
(editionl

Nominal inlet size

Bonnet

lcl
Body

Serial

No.

(addenda date)

(in.l
Outlet size

EB I
/

c'~sr
((jli rvr'7 0

Bonnet

Serial

No.

(class)

(in.)

(Code Case no.l

(el

Oisk

Serial

No.

BA 2906 NCR

supplemental inforrnauon in form of lists, sketches, or drawings may be used proinded (ll size is syi x 11. l21 informauon in items 1 tnrougn <
on'this oats Report is included on each sheet. 13) each sheet is numbered and the number of sheets is recorded at the top of this form,

(12/88) This form (800037) may be obtained from the Order Dept., ASM8. 22 (.aw Orive. 8ox 2300, Fair(laid, N3 07007 2300.



FORM NPV-1 {back) e
1

8. Remarks t.25
Bonnet column d is re laced b backseat bushin in this valve desi n.

9. Design conditions
tpressurel

10. Cold working pressure

psl 4F or valve pressure class
Itemperaturel

psi at 1ooeF

11. Hydrostatic test psi. Disk differential test pressure psl

CERTIFICATION OF DESIGN

Design Specification certified by
Design Report certified by

hhatthew Hot r Jr pa gte«PA a,g „, ~0tlSE
p.a. Slate ~~ Reg. no. 23225

CERTIFICATE OF SHOP COMPLIANCE
I

We certify that the statements made in this report are correct and that this pump or valve conforms to the rules for construction I
r

of the ASME Code, Section III, Division 1.
N Certificate of Authorization No. "'l 2449 Ehtplres 1 1 14 .92

I

Date I 7 0 Name.
(N Certificate Holderl

Signed
(authorized representativel

CERTIFICATE OF SHOP INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel fnspectors and
the State or Province of and employed by
of *

have inspected the pump, or valve, described, in this Data Report on
SEW'P.rn E l1 , 19 O . and state that to the best of my knowledge and belief. the Certificate Holder has
constructed this pump. or valve, in accordance with the ASME Code. Section III, Division 1.

By signing this certificate. neither the inspector nor his employer makes any warranty, expressed or implied. concerning the
component described in this Data Report. Furthermore. neither the inspector nor his employer shall be liable in any manner for
any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

*Fact(8y Mutupl System
gate ~rh fO rigged Commissions ~+ ~~ ~4

(Authorised lnspectorl (Nat'I. Bd. linet. endorsementsl state or prov. and no.l

(1) For manually operated valves only.



SHOP ORDER 72341 REGISTER 89670
FORM NPV-1 CERT)FiCATE HOLDERS'ATA REPORT FOR NUCLEAR PUMPS OR VALVES

As Required by the Provisions of the ASME Code, Section III. Division 1

Pg. 4 of 5

1. Manufactured and certified by Yarwa Cor oration Blue Bel 1 PA 19422
lname and address of N Certificate Holder)

M f 1 d fo Penna. Power 5 Li ht Com an, Allentown, PA 18101
lname and address of Purchaser or Ownerl

Location of installation Susquehanna SES, Berwick, PA 18603
tname and address)

4. Mode)No., Series No., or Type Drawing

5. ASME Code, Section III. Oivision 1:

B. pump or valve Ya 1 Ve
SA-182

7. Material: Body

lal
Cert.

Holder's,
Serial No.

Ib)
Nat'I

Board

No.

lcdltlonl laddenda datel lciassl

Nominal inlet size 1 Outlet size~~t)—en.)

isk AtlS5385Es-
lc) (d)

Body Bonnet

Serial Seiial

No. 'o.
lin,l

Bolting

lCode Case no J

lel
Oisk

Sei ial

No.

BA 2906

heat code for each iece listed.

WC

the sane

suppiemental information in form of lists, sketches. or drawrnos mav be used provided illsite is 8)) x 11. l2) information in items 1 tnrour)n <

on this Oats Repon is included on each sheet, l3) each sheet rs numbered and the number of sheets is recorded at the top of this foun.

l 1 2/88) This form f800037) may be obtained from the Order Oept.. ASME. 22 Law Orive. Box 2300, Fairfield. NJ 07002 2300



. FORM NPV-1 {back)

8. Remarks

Bonnet (column d) is re laced by backseat bushin in this valve desi n.

9. Design conditions
Ipressurel

10. Cold working pressure

psi 'F or valve pressure class
Iramparalurel

psi at 100'F

psi. Disk differential test pressure 33 psi

CERTIFICATION OF DESIGN

Design Specification cenified by hiattheW HOber Jr.
Design Report certified by

P.E. S~a~e PA

P.E. State

Beg o ~01 1st
Reg. no. 23225

CERTIFICATE OF SHOP COMPLIANCE

We certity that the statements made in this report are correct and that this pump or valve conforms to the rules for construction
of the ASME Code, Section III, Division 1.

N Certificate of Authorization No. ~ 2449 Expires > > >4 92

Date l 7 0 Name
IN Canilicare Holders

Signed'aut
orited representativel

CFRTIFICATE OF SHOP INSPECTION

I. the undersigned, holding a valid commission issued by the National Board ot Boiler and Pressure Vessel Inspectors and

the State or Province ot and employed by ~ I

*ot have inspected the pump. or valve, described in this Data Report on i
I

S - e 19 ~, and state that to the best ot my knowledge and belief. the Certificate Holder has
I

constructed this pump, or valve, in accordance with the ASME Code. Section Ill,'Division 1.
I

By signing this certificate. neither the inspector nor his employer makes any warranty, expressed or impged. concerning the )
I

component described in this Data Report. Furthermore. neither the inspector nor his employer shall be liable in any man~el Ior

any personal injury or property damage or a loss of any kind arising tram or connected with this
inspection.'Fact

y Mutu 1 System
oats ~<> signed Commissions

INat'I. Bd. pool: andorsementsi stale or prov. and no iIAuthorisea Inspector>

I I I For manually operated valves only.



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer

2. Plant

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Date

Sheet

Unit

February 3, 1994

1 of-

One

PO Box 467, Berwick, PA 18603
Address

3. Work Performedby,PennS IVania POWer 8 Light CO.
Name

Type Code Symbol Stamp None

DCP 983027, 934028, WA C33291, C33292

Repair Orrranlzaiion P.O. No., Job Na, eto

Two North.Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentigcation of System 152B-I Hi h Pressure Coolant In'ection

5. (a) Applicable Construction Code III 19 71 Edition, thiu W72 Addenda,

(b) Applicable Edioq,of Sectfon XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Ii

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Valve Disc

Valve Disc

Valve Bonnet

Anchor Darling
Valve Co

Anchor Darting
Valve Co

Anchor Darting
Valve Co

. U6767

E949

NA

NA

HV155F002

HV155F002

HV155F002

1993

1975

1975

Replacement

Replaced

Replaced Y

Valve Bonnet

Valve Disc .

Anchor Darling
Valve Co

Anchor Darling
Valve Co

841 'A
G255 ~ ~ . NA

HV155F002

HV155F003

Replacement

1975
" 'eplaced Y

Valve Disc Anchor Darling
Valve Co

U6766 NA HV155F003 Replacement

,7. Description of Work, Re lace valve actuators: HV15SF002, HV155F003

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ VT-2; SE-10M$2
Other+X Pressure 1020 psl Test Temp. 163 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets fs
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017





fORM N 1 HFT aHLTMCATEHOLDKRVDATkREPORT TOR NUCLEAR PART AND A1%%RTENANCESo

ha reqltlred by the Provitiott oC the ASMF. Code Rttiea. Sectioa 111, Qv. l

ri i
<+„~~by Anchor/Darlino Valve Co., 701 First St.; Milliamsport, PA 17701

Penns lvania Power& ~~ N. 9th St., Allentown, PA 18101
saa s40ea oc )I coloacsce co&etelee aec)oer co&eoeoeo

S/N 841G 3 Natal lid No N/A

<a) Coasccaoced Aooocdiag co ~e No
D13120 h,>p~ edby Anchor Darlin Valve .Company

. Bonnet, Heat No. A1001

1 geagenaalaeaslncdaagaedeallannndroa,addeedadaoe .caaena. Ctaaa
1971 Mnt '72 NlA

"
1

10n-6008-Gate
WK eeeenactea K oeooleo Cee «esca eeweawe«c «eo ee~

A/DV Sho Order EB557-1

Reference Bonnet Assembly Drawing C31975

Note: No Bonnet Hydro Performed

Te cenity !hat!he scacelaeocs essde ia chin ceyon sce oocceoc aad d)ia vessel pic or eppocceosoce ea defined io che Code coo
focal co che nllen ot coaemacci~ ot die ASNE Code Seotioa I

. (The ay yttcatNe oestgt syectttcattoct ac)d sham Report ace not the reayoostbtitty ot!be NH'ert!floats Holder fbr yartL An vFr ccnlf-
icaca Holder fee spyoncaaacca is cesyoacible for fondsbial a separate Desiia Speciflcadoa aod Stress Report if the sppa)ncnaoce is not
tt)eluded ttt the coo)pot)et)t Oeatatt Syeetttoattoa and S~ Report.)

eniticace of Auchociaacioa Espicea CeniHoace ot Aochocixacim No.

'9»~ o ~ Anchor/Dar) ln Va1ve Co. a {pg
!at Cegeaceoo )!danae)

,~g~szez = N1713

CEFGHCATllN OF DEStGN FOR APPURTPlhNCE (w1tea applicable)

Sceeen ~lysis cepon oa file sc

Deaiga epeciflcscioaa eenitied by ead. Eag.gle aeg.Ãa

Sceeen naalyeis Iepocc cene led by pron gag,noae aeg.Ão.

CERIlFLCATE OF SHOP lNSP ECTION

le lhe eadecsigaed, holding a ovoid camyissfoy isaaed by che National boned ot Boiler ead Please Vessel laepeecocs~ a S ~dtNfeyllQQ(~ "ennSylyanla ~~i~edbycOO erCial UniOn rnSuranCe Com an
ot che pact 'of a pcensace oessei desaibed ia Ibis
parttal Data Reyoct oa ty ~ aad state that to the best of cay lowlettae
at)d beliefo the NPy Centtteate HO!der haa COactntoted th!4 yaCC tn aeebrdactee W!th the AS b!R CO4e See!tea ln.

ay sigaiag !his oenlficsce, aeicher lhe inspector ooc bis eccployer nlshea eay «ecreacyg eapcessed oc issylied, cosceco.
ttta the part deacrtbed ltt this parttal Data Reyort. yorthetmore. aelther the Inspector nor his entylorer
shall be liable ia ~y Iasaaer foc say peceoaal iajtscy oc pcopeny 4aaaae oc a loan ol eay tdod ectsiag ttaa oc connected
«ich dt's iaepeccioa.

-6 „~o
~ 9

P nns lv nia 2
Noalegaet aooeeo sleaoa PfovlMo ange )Ioo

«el taggeo gnege+ee ee 4raoooggce «en ae eeoc eneooeee ll) egeo ae IW' I )'e, n) lggled«edges OO glean lol eo gggge

Oega Oeeaog rd aeo«een ee econ gaeag. aea a» ange oeeag» eeaaedee aea eeeaoe ed aeeoog o oeeeW Oe ne«*"asm'".
r

lto/77) Thie fse)II t tlOO040) nteV be Obteid)OO NOIII lne OIOer OOOC., ASMte 346 I. 47OI Sl.. NeW YOre, N.Y. !OOt 7





I'ORM N.X NPT CERTIHCATE HOLDERS'ATA REPORT FOR NUCLEAR PART AND APPQRTENAÃCEso.
As required by the ProviYion of the ASME Code Rules. Sechon III.Div. l

~~~b„Anchor Darlinq Valve Cosa 701 FirSt Star WilliamSPOrt, PA 17701
IÃaae osot ssdaooo oc Hat'ocudcoIo IIotsoEI

(b g f d f Penns 1 vania Power 5 Li ht Com any 2 N 9th St Allentown PA 18101
'iiswo Ssa Wcfolo or tc Cotoacoio uolsot Cop coeIgoioe nuciosr~ooEEESO

L MentttlCatlaa-CCrtineate HOlder'5 Serial ltO. Ot Pan - ffst'I Bd. NO,

(a) Coosccucccd itccordbcg co Dcsawing No. 013507 D~l,sp~ucdb„Anchor Darlin Valve Com any

(b) Descrfpcio ot pace inspected Disc Heat No. V6116 SA216-WCB

I
lel AppneaalaASNECaclesasedaalD,EOdaa~ZL . Addsadadasa " .Cessna. Class

L Recsachac
II

taolK esosolsclsa K ooootoo coo opluoa oeyeost roo coolasaodo

ho Order ET361-5

Note: No Disc Hydro Performed

Te cercity *arche scaceaaencs csadc ia chis corpore sce cocrecc aad Ibis oessel part or sppucccnsnce as defined ia che Code conto>as to che rules of coasccpsccioa of ihe A&4KCode Section QL
(The ayyllcable oestsn syectncatton and suem Report are hot the rrstonslbQlty of the Npt ccrttncats Holder for yartL hn!tpt corttf.
feats Holder for appurtenances is rcsycnsibic for fIIrahhlag ~ separate Design Syeclflcacioa and Stress Report lf the appuitcnancc is nOIlttcludcd ln the component Dcstan Syectttcatlon and Sttees ttcyort.)p, j3 o v Anchor/Darlln Valve Co. a„

ucre csoaacae Hooeoti

CeccifIcate of Auchociaacim Espicee 4/15/95
Certificate of huchoclssciasn No

N1713

CERTIFICATION OF DESIGN FOR APPVRYENANCE (wiiea applicable)

Desiln information on file ac

Sccess aaalysis cepocc oa file sc

Design SpeClfieatioaa Cecoified by Psd.kae.asase kee.na

Stress analysis ceporc cerclfied by Pgek Eas. Ssa See.Na.

CERTIFICATE OF SHOP INSPECTION

the undersigned, holding a valid coecaissioy issued by che Nacioaal Board of Boiler and loresssace Vessel bospeccocsi'ennsyj van>a d ~i~~ byCommercial Union Insurance Com an
ef'

b che pace of u pressure oessel described in cbis
partial Data lteyort tut ty, and state that to the best af tetr toIowlodgeand bellK. the HpT carrel csee Holder has conNruccrd tnt s yacc ln accordance wtth the spsM k: code socuon ut.

By signing chis cerciticace, neither Ehe lasyeccor nor his ceaployer Isahcs my wocrsncy, capccsscd a issplicd, concern
lna the part described lh tbla partial Dace Reyort. turthermore. neither the lnsoector nor his rmylorershall be liable in ~y Iauner for ssy personal isjucy or piopcccy daaage or a loss ot aay 'hind scisinS trna or coanecced
wich *ia ias psctios.

Dace

Coaaiuioas Penn lv
af e Issooata IIOEINlOI bOOdca 5IOEO ~ 5 I%OIhCO W4 IEO.

~ ONOOleeelepei poeeps Iae Ieee ~ I upp ~ eepeea ep ops
ooaa Esossl 4 I saapeeo oe Ms passe aoo IIItN a eases o~ ~ Iaep oe oaeo osoeeoeo SII eaae rp Elo" E ~ I", IE) Nsfoeessen Me stoep Iai oo ehl ~
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FORM N 2 NFT CERIIHCATEHOLDERS'ATAREPORT 'FOR NUCLEARPART AND APPURTENANCES«,

Aa reyIirai by the I'tovision ot the ASME Code Roles, Seaioa III.X)tv. 1

I <a>~~by AnChOr/Darlint) YalVe CO., 701 FirSt St., WilliamSpOrt, PA 17701
olme ess 44%%NK Npfeel«a~ IIKeerr

Pennsylvania Power 8 Light Co., 2 N. 9th St., Allentown, PA 18101
Oleae ea« ~ eric Ceroacece aKaer ar ceaeieie« aseearceeeeaEKI

2, identu)kan~ertu)cate Ho)4«r's s«Ital Ho. ofpatt S N U6767 ~ Wi Bd. N~ N/A
s

(.) c ~~A ~d toD gH~ D13507 D lag'by Anchor Darlin Valve Com any
c

ib) ~~~~P~I~~ Disc, Heat No. Y6116 ~ SA216-WC 8

'72
-'e)ggpliesgledgggECadscgeecieain,gdiciea, dddssdadace ",Casse». Class

10"-655k'-FW Gate
(nrlK «eearlsciea K eep+Iee cep egal«a eeaoeaew «ae «eel«ca«)

A/DY Shop Order ET361-5

Note: No Disc Hydro Performed

Te «ecufy Eh«cthe scscaaeacs cede ia dais cepocc ace «occeec sad this vessel pic or sppgccceamee ss gi«fia«d ia ch«Code coo
Qcma co che EEE)es of «oasccrskcicm of dre AQIE Cocle Seccioa )IL
cThe aaaukahle os«tan speclt)kanon an4 s~ )to)Eeet ste aoc the resoooslhulty of the Npy cercthcate Hider for parts. dggn .'tygr cert)f-
iche Ho)dcr for sppectcmmss ic r«spoasib)« for facaichiag a e«pecate D«ciga Sp«cilcaioa wl Sir«cs kspoct if th«sppctlt«taste sc rrOI
Inc)aded ln, Ihe cocapoaent Oes)an Spa«It)cat)tat and Stress )I«port.)

Oee ~ 19M
C«cciflksce of Aachocisacum Eapicee

~ Anchor/Ogr1tn Valve Co. ln, cr
tape ceres~ IIK«err

4l15f95'«ctifiksce of Asahocisacioe No.
N1713

CEFiIRCATION OF OERGN FOR APPURTENANCE (wllea cppllcablej

Desiga iafocm~ oa file at

Stress ~)ysis leper oa file ac

peel. Eag.Scace Sag. Na

Sec«so saalysis rap«et kectiSed by Peag Sag, Sc~ Sss, Se

CKRilFKATEOF SHOP NSPECIION

l, the wt)ersigaed, hell)lag ~ v~ c~ssioa i«arced by che Hscioaal Board of Boiler sad Pres~ Vessel lagrp««toes
)'ennsyl van>a ~ ~l ~ b„Commercial Union Insurance Com an

of M h yacc ot a pceseace ceasel siesccibcld ia chic

part)ai Data )tepoct oa lg ~ and state that to Ihe best ofad hnoEE)edae
an4 beuefa the NPT cern)loots HOIder haS Can«Oct«ted th)S Part ln ae«OCdanee gnr)N Ihe hSXE COde Seen«a )t).

By sigaiag dlis csnifcaw, aeichsc che la«pe«coc soc his «ay)oyer sashes say a~cyg «@pc«seed m iayH«d eeoc«co
)ng Ne part 4escrlhed ln this part)al oata )I«port. FarNertaore. aelNer Ne )aspektor aor his crap)orer
shall be liable.ia eay aaeacr for say yecsoaal ia)scy ec peep«ccy de«cage or ~ loss ot say )clad eel«lag Icoe oc «ease«ced
%1th Ihls is«pe«close

.2-3
a tg ~

Cdsassai ssioa s P nn lv
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

152 BII

1. Ovmer Pennsylvania Power Lt'ight Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

January 25, 1994

of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603

Unit One

DCP-924020E WAC33106, C33107, C33106, C33109,
C33110, C33111 ~ C33112, C33113, C33116, C33346

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No., Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

4. Indentilicatlon of System

Authorization No.

Expiration Date

HPCI SYSTEM 152B CLASS II

N/A

N/A

5. (a) Applicable Construction Code III '9 71 Edition, thiu W72 Addenda, N"It1 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thf80

6. Identification of Components Repaired or Rephced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL NIA N/A DBB-114-H3 1982 REPLACED

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

02808

N/A

02826

NIA

NIA

N/A

DBB-114.H3

DBB-114-H4

DBB-114-H4 1977 REPLACED

1978 REPLACED

1982 REPLACED

N/A

NO

N/A

PIPE SUPPORT ~ BECHTEL N/A N/A DBB-114-H10 1982 REPLACED No

MECH. SNUBBER PACIFIC
SCIENTIFIC

02644 NIA DBB-114-H10 1977, REPLACED N/A

7. Description of Work REMOVE SNUBBER / NO REPLACEMENT —MODIFYSUPPORTS

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NONE X
Other+ Pressure psi Test Temp. 'F

(

(12/82) This form (E00030) may be obtained from the Order Dept. ~ ASME, 345 E. 47th St. ~ New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8% in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.



FORM NIS-2 (Back)

9. Remarks
Appticable Manufacturers Data Reports to he attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No.

Signed

N/A Expiration Date

Date

N/A

Owner or OwneCs nee. TNe VP&uc Operations

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA'ndemployed by ARKWRIGHTMUTUALINSURANCE CO. of

WALTKAM MASSACHUSETTS have Inspected the components described
in this OvmeVs Report during the period to - 26 ~, and state that
to the best of my knowledge and belief, the Owner has pe ormed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable In any manner for any personal injury or property damage or a loss of any Idnd arising from or connected with this
inspection.

Commissions
Inspecto Vs Signature National Board, State, Province, and Endorsements

Date



152BII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Date

Sheet

Unit

January 25, 1994

2 of

ONE

PO Box 467, Berwick, PA 18603
Address

3. Work Performed by " PennSylVania POWer & Light CO.
Name

OCP-924020E WAC33106, C33107, C33108, C33109,
C33110, C33111 ~ C33112, C33113, C33116, C33346

Repair Ortianization P.O. No., Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System HPCI SYSTEM 152B CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N"111 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vi/80

. 6. tdentilication of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A DBB-114-H29 1982 REPLACED NO

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

02061

N/A

08609

NIA

N/A

N/A

N/A

NIA

DBB-114-H29

HBB-108-H2

HBB-108-H2

HBB-108-H11

1982

1981

REPLACED

REPLACED

1982 REPlACED

1977 REPlACED N/A

NO

N/A

NO

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

08608

N/A

NIA

N/A

HBB-108-H11

HBB-108-H12

1981

1982

REPlACED

REPLACED

N/A

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

01327

01326

N/A

N/A

N/A

NIA

H8 8-1 08-H12A

HBB-108-H12B

SP-0BA-102-
H2000

1982 REPlACED

1982 REPLACED

1982 REPlACED

N/A

N/A

NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

28777 N/A SP-DBA-102-
H2000

1982 REPLACED N/A



'



152 BII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Nama

Two North Ninth St., Allentown, PA 18101

Date

Sheet

January 25, 1994

3 of

2. Plant Susquehanna Steam Electric Station
Nama

Unit ONE

PO Box 467, Berwick, PA 18603
DCPN2D020E WAC33106, C33107, C33108, C33109,
C33110, C33111 ~ C33112, C33113, C33116, C33346

Rapatt Organization P.O. Na, Job No., atc,

3. Work Performed by PennSylVania POWer & Light CO.
Nama

Two North Ninth St., Allentown, PA 18101

Type Code Symbol Stamp

Authorization No.

None

N/A

4. Indentification of System

Expiration Date

HPCI SYSTEM 152B CLASS II

N/A

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N<11 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL.

PACIFIC
SCIENTIFIC

N/A

17239

NIA

21135

NIA

28948

N/A

N/A

NIA

N/A

N/A

N/A

SP-DBA-114-
H2001

SP-DBA-114-
H2001

SP-DBA-114-
H2003

SP-DBA-114-
H2003

SP-HBB-135-
H2002

SP-HBB-135-
H2002

1982 REPlACED

1981- REPLACED

'982

REPLACED

1982 REPLACED

1982 'EPlACED

1983 REPLACED N/A

NO

N/A

'/A

PIPE SUPPORT

MECH. SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

N/A

2S990

N/A

N/A

SP-HBB-135-H4'P-HBB-135-H4

1982

1982

REPLACEP

REPLACED N/A

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

NIA

09703

NIA

N/A

NIA

NIA

SP-HB8-135-
H2007

SP-HBB-135-
H2007

SP-HBB-135-
H2008

19S2 REPLACED

1979 REPLACED

1982 REPLACED

NO

NIA

NO





152BII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date January 25, 1994

2. Plant

Two North Ninth St. ~ Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

4 of

ONE

PO Box 467, Berwick, PA 18603
Address

3. Work Performedby PennS IVania POWer 8 Light CO.
Name

DCP-924020E WAC33106, C33107, C33106, C33109,
C33110, C33111, C33112, C33113, C33116, C33346

Repair Organirabon P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

4. Indentification of System

Authorization No.

Expiration Date

HPCI SYSTEM 152B CLASS II

N/A

N/A

5. (a) Applicable Construction Code III 19 71 Edition, thiu W72 Addenda, N 11 1

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

6ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

21115

N/A

13944

NIA

16871

N/A

21146

23624

N/A

N/A

N/A

N/A

N/A

NIA

N/A

N/A

NIA

NIA

SP-HBB-135-
H2008

SP-HBB-135-
H2010

SP-HBB-135-
H2010

SP-HBB-108-
H2004

SP-HBB-108-
H2004

SP-HBB-135-
H2005

SP-HBB-135-
H2005A

SP-HBB-135-
H2005B

HBB-108-H1

1981

1982

1981

1982

1981

1982

1981

1981

1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

N/A

NO

N/A

NO

N/A

NO

N/A

N/A

NO

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PP&L N/A

NIA

N/A

H88-108-H1

HBB-108-H1

1979

1993

REPLACED

REPLACEMENT

N/A





152Bll

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

January 25, 1994

5 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit ONE

oCP-92~0E WAC33106, C33107, C33106, C33109,
C33110, C331 11, C33112, C33113, C33116, C33346

Repair Organization P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

4. Indentification of System

Authorization No.

Expiration Date

HPCI SYSTEM 152B CLASS II

N/A

N/A

5. (a) Applicable Construction Code III 19 71 Edition, thiu MP72 Addenda, N411

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identtticatlon Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER PACIFIC
SCIENTIFIC

08608 N/A HBB-108-H1 1981 REPLACEMENT N/A
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Pennsylvania Power & Light Co. Date 9 JANUARY, 1994

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPIACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Two North Ninth St., Allentown, PA 18101
AdCrass

Sheet of

2. Plant Susquehanna Steam Electric Station
kame

PO Box 467, Berwick, PA 18603
Address

ONE

DCP 924020J, WAffSEE REMARKS

Repair Ortranlzation p.o. No., Job No. ~ etc.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
hddr ass

Authorization No. N/A

Expiration Date N/A

. 4. Indentification of System STANDBYLIQUIDCONTROL SYSTEM 153A CLASS II

5. (a) Applicable Construction Code III - 19 71 Edition, thru Vrr72 Addenda, REMARKS Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serhi No.

National Board

Other identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENT(F(C

BECHTEL

PACIFIC
SCIENTIFIC

22975

N/A

28940

'/A

NIA

NIA

N/A

NIA

N/A

SPJCD-107-
H2004

SPQCD-107-
H2004

SP-DCB-101-
H26

SP-DCB-101-
H26

SP-DCB-101-
H46

SP-DCB-101-
H46

1982

1982

1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

NO

N/A

NO

N/A

NO

N/A

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressurecj NO TESTING REQUIRED

Other@ Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/a in. x 11 in., (2) informa-
tion in items 1 through 6 on this report Is included on each sheet, and (3) each sheet ls numbered and the number of sheets is
recorded at the top of this form.

(12/82) This (orm (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

WA¹ C23476

CALC. ¹ SR-877

Appucaule Manufacturers Data Reports to be attached

CODE CASE N-411

REPLACEMENT CONSTRUCTION CODE ASME SECTION III '77 THRU S '79 ADDENDA

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repatr or replacement

Type Code Symbol Stamp N/A

Certificate of Authortaation No. N/A Expiration Date N/A

Signed
Owner or Owners Deslttnee. Yp+u peratlons

Date ,19

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of S V and employed by AR G UA SU CE CO of

SS C U have in ted I e components described
In this Owner's Report during the period 4 to , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described In this
Ovmer's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described in this OwneVs Report. Furthermore, neither the Inspector nor his employer
shall be liable In any manner for any personal injuryor property damage or a loss of any kind arising from or connected viith this
Inspection.

Commissions
Inspector's Signature National Board, State, Province, and Endorsements

Date



153AII

Pennsylvania Power & Light Co. Date 9 JANUARY, 1994

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St., Allentown, PA 18101
hddress

Susquehanna Steam Electric Station

Sheet

Unit

2 of

3. Work Performed by Pennsylvania Power & Light Co.
Name

PO Box 467, Berwick, PA 18603
Address

DCP 924020J, WA¹ SEE REMARKS

Repair Organlzadon P.O. No.. Job No.. eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilicatlon of System STANDBYLIQUIDCONTROL SYSTEM 153A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thiu W72 Addenda, REMARKS Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VP80

6. Identification of Components Repaired or Replaced and Replacement Components

' Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identificathn Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

BEG HTEL

PACIFIC
SCIENTIFIC

N/A N/A

N/A

SP-HCB-105-
H2008

SP-HCB-105-
H2008

1982

1981

REPLACED

REPLACED

NO

N/A



rs

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provision's of the ASME Code Section XI

164A ill

1. Owner,

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Su uehanna Steam Electric Station
Name

Date

Sheet

Unit

February 4, 1994 .

1''of
ONE

PO Box 467, Betwick, PA 18603
PMR II91~B/WA'SC23176, C23177, C23178,
ANDC23216

3. Work Performed by

Address

Penns lvania Power & Light Co.
Name

Repair Orgaeiza5on P.O. No., Job No., eio.

~ Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indenttitcation of System EMERGENCY SERVICE WATER 154A CLASS III

5. (a) Applicable Construction Code ill:SEE "EMARKs 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No,

National Board

Other Identification

I

Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

CORROSION PROBE
ROOT VALVE

CORROSION PROBE
ROOT VALVE

LARGE PIPE
SUB-ASSEMBLY

LARGE PIPE
SUB-ASSEMBLY

SMALLPIPE
SUB-ASSEMBLY

TUFLINE

TUFLINE

BECHTEL

PP&L

PP&L

810348-2

810347'/A

N/A

N/A ~

N/A

N/A

NIA

NIA

RV-AE-11194

RV-AE-11195

HRC-106-1

HRC-106-1

'P-HRC-1064

1976

1976

1982

REPLACEMENT YES

REPLACED YES

REPLACEMENT NO

REPLACEMENT NO

REPLACEMENT YES

INSTALLNEW CORROSION PROBES AND ISOLATIONVALVES IN THE UNITIf 1 REACTOR BUILDINGESW
7. Description of Work LOOP 'B'ETURN HEADER

8. Tests Conducted: Hydrostatic X Pneumatic@ Nominal Operating Pressure@
Othe+ Pressure 195 psi Test Temp. 87 'F

NOTE: Supplemental sheets in form of lists, sketches,'or drawings may be used, provided (1) size Is 8Ya in. x 11 in., (2) informa-
tion In items 1 through 6 on this report Is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

CODE DATAREPORT S ATTACHED
hppticable ManufactcreCs Data Reports to te attached

CONSTRUCTION CODE FOR TUFLINEVALVES IS ASME SECTION III 1974 EDITION NO ADDENDA

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp

Certilicate of Authorization No. N/A

N/A

Expiration Date N/A

Sign
Owner or Owners Designee, Title . c Operations

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commlsshn issued by the National Board of Boiler and Pressure. Vessel Inspectors and the State
or Province of NS V IA . and employed by G UTUAL NSURANC CO. of

WALT AM ASS C USE S have s ted the components described
In this Ovmer's Report during the period to a and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described in this
Owner's Report In accordance with the requirements of the ASME Code, Secthn XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer,
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
Inspection.

Commissions

Date

Inspector's Signaturet9~'ational Board, State, Province, and Endorsements
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

154A(II

1. Owner

2. Plant

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Date

Sheet

Unit

15 JANUARY, 1994

1 of

One

PO Box 467, Berwick, PA 18603
DCP 92~20A, WA If's SEE REMARKS

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Ortianrsatron P.O. No., Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System EMERGENCY SERVICE WATER SYSTEM 154A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thiu W72 Addenda, N<11 Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

N/A N/A

N/A

HRC-102-H7 1982 REPLACED

HRC-102-H7A 1976 REPLACED

NO

NIA

MECH. SNUBBER PACIFIC
, SCIENTIFIC

00231 NIA HRC-1 02-H7B 1976 REPLACED NIA

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

NIA

17218

NIA

N/A

N/A

N/A

HRC-123-H16 1982 REPLACED

HRC-123-H16 1983 REPLACED

JR 0-128-H19 1982 REPLACED

N/A

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@
Othe'ressure psi

Nominal Operating Pressure@ NO TESTING REQUIRED
Test Temp. 'F

This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82)



FORM NIS-2 (Back)

g Remarks CALC. ¹'s PLS-772, PLS-924, PLS-929, PLS-931, PLS-933, SR-935-1, 8 SR-935-2
Appliable Manufacturer's Data Reports to be attached

WA¹'s C33037 C33038 C33039, C33040 C33042 C33043 C33044 C33045, C33140 C33141

& C33272

CERTIFICATION OF COMPLIANCE
We certify that the statements made in the report are correct and this

ASME Code, Section XI.
REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Sign
Owner or Owners Designee, T Vp&u operations

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of S V NIA and employed by IG UTUA NSU NC CO of

W A ASSAC US S ha e inspected he components described
In this Ovmer's Report during the period to v

, and state that
to the best of my knowledge and belief, the Owner has pe ormed examinations and taken corrective measures described in this
Owner's Report In accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described ln this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable In any manner for any personal injury or property damage or a loss of any kind arising from or connected viith this
inspection.

Date

InspectoVs Signature

Aped <g ~~

Commissions
National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

154AIII

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 15 JANUARY, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

2 of

One

PO Box 467, Betwick, PA 18603
Address

DCP 92M20A, WA¹'s SEE REMARKS

Repair Oriianrsatron P.O. No., Job No. ~ eio.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System EMERGENCY SERVICE WATER SYSTEM 154A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda N"111 Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

01655

N/A

N/A

NIA

NIA

JRD-128.H19A 1977

JRD-128-H19B 1978

HRC-105-H13 1982

REPLACED

REPLACED

REPLACED

N/A

N/A

MECH. SNUBBER ~

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

18839

N/A

N/A

N/A

N/A

HRC-105-H13B 1981

HRC-124H8 1982

HRC-1 05-H13A ~ 1978 REPLACED

REPLACED

REPLACED

N/A

N/A

NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

NIA HRC-124.H8 1982 REPLACED N/A

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

PP&L

BECHTEL

PP&L

N/A

N/A

NIA

N/A

N/A

NIA

HRC-124-H8

JRD-129-H8

JRD-129-H8

1982

1993

REPLACEMENT NO

REPLACED

REPLACEMENT NO

PIPE SUPPORT BECHTEL NIA NIA JRD-129-H19 1982 REPLACED
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

154AIII

1. Ovmer Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

15 JANUARY, 1994

3 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit One

DCP 924020A, WA0's SEE REMARKS

Repair Organization P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentificatton of System EMERGENCY SERVICE WATER SYSTEM 154A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda N11 1 Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thf80

6. Identilicatlon of Components Repaired or Replaced and Replacement Components ~

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

07532

NIA

N/A

N/A

JRD-129-H19 1980

JR D-129-H24 1982

REPlACED

REPlACED

N/A

MECH. SNUBBER PACIFIC
SCIENTIFIC

14776 N/A JRD-129-H24A 1983 REPLACED NIA

MECH. SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PACIFIC;
SCIENTIFIC

BECHTEL

PP&L

13377

N/A

N/A

N/A

N/A

NIA

JR D-129-H20 1982

JRD-129-H20 1993

JRD-129-H24B 1982 REPLACED

REPLACED

N/A

NO

REPlACEMENT NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

13789 N/A JRD-129-H20A 1982 REPIACED N/A

MECH. SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PP&L

08701

NIA

N/A

N/A

NIA

N/A

JRD-129-H23 1982

JR D-1 29-H23 1993

JRD-129-H20B 1980 REPLACED N/A

REPLACED NO

REPLACEMENT NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

20840 NIA. JRD-129-H23 1982 REPLACED N/A



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

154AIII

1. Owner Pennsylvania Power & Light Co.
Name

Date 15 JANUARY, 1S94

Two North Ninth St., Allentown, PA 18101
Address

Sheet 4 of

2. Plant

3. Work Performed by Pennsylvania Power & Light Co.
Name

Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Unit One

DCP 924020A, WAÃs SEE REMARKS

Repair Organizabon P.O. No., Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101 Authorization No. N/A

Expiration Date N/A

4. Indentilicatlon of System EMERGENCY SERVICE WATER SYSTEM 154A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru Vtr72 Addenda, N"It1 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A JRD-129-H21 1982 REPLACED NO

PIPE SUPPORT

PIPE SUPPORT

PP&L

BECHTEL

NIA

NIA

N/A

N/A

JR D-1 29-H21

JRD-107-H14

1993 REPLACEMENT

1982 REPLACED

NO

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL NIA

NIA

N/A

JRD-107-H14

JRD-1 07-H15

1980

1982

REPLACED

REPLACED

N/A

NO

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

N/A

18576

N/A

NIA

NIA

JRD-1 07-H15

JR 0-128-H17

JRD-128-H17

1982

1981

REPLACED

REPLACED

1982 REPLACED N/A

N/A

PIPE SUPPORT BECHTEL N/A N/A JRD-128-H18 1982 REPLACED NO

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

17216

N/A

N/A

N/A

JRD-128-H18

JR D-128.H22

1981

1982

REPLACED

REPLACED

N/A

NO



(~

( ~



164Atll
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101

Date 15 JANUARY, 1994

Sheet 5 of

2. Plant Susquehanna Steam Electric Station
Name

Unit One

PO Box 467, Befwick, PA 18603
Address

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

DCP 924020A, WA¹'s SEE REMARKS

RepairorganizationPO Na Job No etc.

Type Code Symbol, Stamp None

Authorization No. N/A

Expiration Date N/A

4. Indentirication of System EMERGENCY SERVICE WATER SYSTEM 154A CLASS III

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N"f11 Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements19 80 thru MP80

6. Identification of Components Repaired, or Replaced and Replacement Components

'
Name of

Component
Name of

Manufacturer
Manufacturer

Serial No.

National Board

Other Identification Year
Built

,
Repaired,

Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

6ECHTEL

12409

13407

N/A

N/A

N/A

N/A

JR 0-128-H22A

JR 0-128-H22B

JRD-128-H23

1982 REPLACED

1982 REPLACED

1982 REPLACED N/A

N/A

NO

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

01234

N/A

08610

N/A

N/A

N/A

JRD-1 28-H23

JRD-128-H24

JRD-128.H24

1977 REPLACED

1981 REPLACED

1982 REPLACED

N/A

N/A



(.y



FORM NIS-2 OWNER'S REPORT FOR REPAlRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101

Date

Sheet

February 3, 1994

I of

2. Plant Susquehanna Steam Electric Station
Name

Unit One

PO Box 467, Betwick, PA 18603
DCPs ~22,934023, WAs C33288,C33289,C33688

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No.. kgb Nrz, etc,

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

4. Indentiricatlon of System

Authorization No.

Expiration Date

161B-I Reactor Water Clean u

N/A

N/A

5. (a) Applicable Construction Code lll 19 77 Edition, thiu S79 Addenda, N41"

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 ~ 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identtricatton Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Pipe Support 8echtel None NA DBC101-H14 1982 Replaced

Mechanical Snubber Pacific Sclentilic 2802 NA ,Ditctot-H14 1977 Replaced NA

7. Description of Work Replace valve actuators; HV144F001 with SMB-0-15 8 HV144F004 with SMB-0-25

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ None required

Other+ Pressure psi Test Temp. ep

NOTE: Supplemental sheets in (orm of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1, through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

- (12r82) . This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks Nprtp
Apprrcable Manufacture/'s oata Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repair or reptacement

Type Code Symbol Stamp

Certificate of Authorization No. N/A Expiration Date N/A

Signed
owner or Owners Deal ce, Title Auc operations

Date ,19

CERTIFICATION OF INSERVICE INSPECTION

I,.the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State .

orProvinceof P NNS LV NIA and employed by ARKW IG MUTUALINSURANCE CO. of
WALTHAM MASSAC US S ve i s cted the components described

in this Owner's Report during the period to and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injuryor property damage or a loss of any kind arising from or connected with this
inspection.

Date

Inspector's Signature

> Zt tg~f
Commissions

National Board, State, Province, and Endorsements



161 Bll
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Date

Sheet

Unit

9 JANUARY, 1994

1 of

ONE

PO Box 467, Beiwick, PA 18603
Address

DCP 924020H, WAIf SEE REMARKS

Repair Orgaolaadon P.O. No. ~ Job No., etc.

3. Work Performed by Penns Ivania Power8 Li ht Co.
rrame

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

AuthorlzaUon No. N/A

4. IndentiTicaUon of System

Expiration Date N/A

REACTOR WATER CLEAN-UP SYSTEM 161 B CLASS II

5. (a) Applicable ConstrucUon Code III 19 71 Edition, thiu W72 Addenda, REMARKS Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

NaUonal Board
No. Other IdentiTicaUon Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL .

" 14377

12180

'N/A.

N/A

N/A

N/A

NIA

SP-HBD4025-
H2004

SP-HBD4025-
H2004

SP-HBD4025-
H2005

SP-HBD4025-
H2005

DBB-122-H1

1982 REPLACED

1982 REPLACED

1982 REPLACED

1980 REPLACED

1982 REPLACED

NO

NIA

'/A

NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

06816 N/A DBB-122-H1, 1978 REPLACED NIA

7. Description of Work SNUBBER REDUCTION PROJECT

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8'ra in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet Is numbered and the number of sheets ls
recorded at the top of this form.I

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., Nevr York, N. Y. 1001 7

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NO TESTING REQUIRED
Other@ Pressure psi Test Temp. 'F



FORM NIS-2 (Back)

WA¹ C33012

CALC. ¹'s SR-5832 & SR-938

AppliCabie Manufacturers Data Reports to be attached

CODE CASE NQ11

REPLACEMENT CONSTRUCTION CODE ASME SECTION III '77 THRU S '79 ADDENDA

CERTIFICATION OF COMPLIANCE

We certify that the statements. made in the report are correct and this REPLACEMENT conforms to the rules of the

ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp

Certificate of Authorization No. , N/A

N/A

Expiration Date N/A

Signed
Owner or Owners Oesia . 4e VPA . OPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission hsued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvlnceof NS LV NIA and employed by ARKWRIG U UALI SURANCE CO. of

WL AM ASS C US S have ns ted the components described
in this Owner's Report during the period to ~ I , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report In accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the-
examlnatlons and corrective measures described in this Ownei's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal inJury or property damage or a hss of any kind arising from or connected with this

Inspection. E

Date

Inspector's Signature
Commissions cQ

National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

161 BII

Pennsylvania Power 8 Light Co.
Name

Date 9 JANUARY, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

2 of

ONE

PO Box 467, Beiwick, PA 18603
Address

DCP 924020H, WA¹ SEE REMARKS

Repair Organizabon P,O. No., Job No. ~ eto.

3. Work Performed by Penns Ivania Powera Li htCo. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentiiication of System REACTOR WATER CLEAN-UP SYSTEM 161 B CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, REMARKS Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identlricathn of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL NIA N/A DBB-122-H3 1982 REPlACED No

MECH. SNUBBER PACIFIC
SCIENTIFIC

07336 NIA DBB-122-H3 1979 REPlACED NIA



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101

Date

Sheet

'ebruary 4, 1994

1 of

2. Plant Susquehanna Steam Electric Station
Name

Unit ONE

PO Box 467, Befwick, PA 18603
DCP 9M035C REV-9, WAIfC20473

3. Work Performed by Penns ivania Power 8 Light Co.
Name

Repair Oriianiaabon P.O. No, ~ Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101 Authorization No.

Expiration Date

N/A

N/A

4. Indentificatlon of System REACTOR WATER CLEANUP 161 B-III

5. (a) AppHcable Construction Code III 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

, Nameof
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year.

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1" GLOBE VALVE YARWAY B6468 N/A 144806 , 1982 REPLACED YES

1" GLOBE VALVE

1" GLOBE VALVE

YARWAY

YARWAY

N/A..

N/A

144 F008A

144807 1979 REPLACED YES

1982 REPLACEMENT YES

'"

GLOBE VALVE YARWAY N/A 144F009A 1979 REPLACEMENT YES

7. Description of Work VALVELABELIOENTITYCHANGE ONLY.

8. Tests Conducted: Hydrostatic Pneumatic@
'ther@Pressure psl

Nominal Operating Pressure@
Test Temp. 'F

(

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in iteins 1 through 6 on this report h included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.



FORM NIS-2 (Back)

NO PHYSICALWORK PERFORMED. VALVEIDENTITYNUMBER CHANGE ONLY.
Applicable htanufacturers Data Reports to be attached

CERTIFICATIONOF COMPLIANCE

We certify that the statements made In the report are correct and this
ASME Code, Section Xl. ~

'EPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate ofAuthorization No.,

Signed

N/A ExpfraUon Date

Date

N/A

,19
Owneror Owners oeslg are vp&u operations

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the NaUonal Board of Boiler and Pressure t/easel Inspectors and the State
orProvlnceof PEN S LVANI ~ and empfoyedby R G U VALI SU NCECO ofASSCUES ave in ed the components described
ln this Ovmer's Report during the period . to , and state that'o the best of my'knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report In accordance with the requirements of the AS ME Code, Section XI.

- By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be Ifable ln any manner I'or any personal InJury or property damage or a loss of any kind arlsfng from or connected with this
inspection.

Date

Inspector's Signature
Commissions

National Board, State, Province, and Endorsements



161BIII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uiredb the Provisions of the ASME Code Section XI

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101-
Address

Su uehanna Steam Electric Station
riame

Date

Sheet

Unit

12 JANUARY, 1994

1 of

ONE

PO Box 467, Befwick, PA 18603
Address

DCP 924020H, WAIf SEE REMARKS

Repair Organizaiion P.O. No., Job No.. eto.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
rr ddress

Authorization No. N/A

4. Indentificatlon of System

s Expiration Date N/A

REACTOR WATER CLEAN-UP SYSTEM 161B CLASS III

6. (a) Applicable Construction Code III 19 71 Edion thru thf72 Addenda, REMARKS Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements19 80 thru Vf80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

06064

N/A

12186

N/A

N/A

NIA

NIA

SP-DBC-101-H2

SP-DBC-101-H2

SP-DBC-101-
H2011,

SP-DBC-101-
H2011

1982

1978

1982

REPLACED

REPLACED

REPLACED

REPLACED

NO

NIA

NO

NIA

PIPE SUPPORT

PIPE SUPPORT

'ECHTEL..

PP&L

N/A

N/A

N/A

NIA

SP-DBC-101-H3

SP-DBC-101-H3

1982

1993

REPLACED No

REPLACEMENT NO

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure+ NO TESTING REQUIRED

Other@ Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion In items 1 through 6 on this report is Included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

WA¹ C33012

CALC. ¹'s SR-6119
Apptcabte Marwracbrret's oats Reports to be attached

CODE CASE N-411

REPLACEMENT CONSTRUCTION CODE ASME SECTION III '77 THRU S '79 ADDENDA

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp

Certilicate of Authorization No.

Signed

N/A

N/A

Expiration Date

Date

N/A

Owner at Owners Designee, e VPAUC. ERATIONS

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State .

or Province of E S LV IA and employed by R IG U UAL SU NCE CO of
WA A ASS C USE S have ns ted he components described

In this Owner's Report during the period to l , and state that
to the best of my knowledge and belief, the Ovmer has performed examlnathns and taken corrective measures described in this
Ovmer's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described In this Ovmei's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal Injuryor property damage or a loss of any kind arising from or connected with this
Inspection.

Inspector's Signature
Commissions

National Board, State, Province, and Endorsements

Date



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

162AI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

January 25, 1994

1 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit One

DCP 92<020D C33017, C33018

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No. ~ Job Na, eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR VESSEL SYSTEM 162A CLASS I

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda N<t 1

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements19 80 thru KV80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

N/A

13083

N/A

N/A

NIA

SP-DCA-131-H5

SP-DCA-131-H5

SP-DCA-131-
H14

1982

1980

1982

REPLACED

REPLACED

REPLACED

NO

NIA

NO

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

10926

N/A

16396

N/A .

NIA

N/A

SP-DCA-131-
H14

SP-DCA-131-
H19

S P-DCA-1 31-
H19

1980

1982 REPLACED

REPLACED

NO

N/A

REPLACED " N/A

7. Description of Work REMOVE SNUBBERS / NO REPLACEMENT

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Othe+ Pressure psi Test Temp. 'F

NONE X

This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N ln. x 11 in. ~ (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

'12/82)



FORM NIS-2 (Back)

9. Remarks
Applcable Manufacturers Data Reports to be attacned

CERTIFICATION OF COMPLIANCE

We certify that the statements made ln the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Cerlificate of Authorization No. N/A Expiration Date N/A

Signed

g y Owner or Owners Desitrnee. Operations

Date ,19

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by ARKWRIGH MU UALINSURANCE CO. of

WALTKAM MASSACHUSETTS have ins ected components described
in this Ovmer's Report during the period to and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance viith the requirements of the ASME Code, Section XI.

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal Injuryor property damage or a loss of any kind arising from or connected with this
inspection.

Date

Inspector's Signature

19~

Commissions /
National Boar, State, Province, and Endorsements



r

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

162AI

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

January 25, 1994

2 of

2. Plant Susquehanna Steam Electric Station

PO Box 467, Befwick, PA 18603
Address

Unit ONE

DCP 924020D C33017, C33018

Repair Oriraolaadoo P.O. No., Joir No., eto.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR VESSEL SYSTEM 162A CLASS I

5. (a) Applicable Construction Code I I I 19 71 Edmon thru W72 Addenda N tt 1

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

N/A N/A

NIA .

SP-DCA-131-
H21

SP-DCA-131-
H21

1982

1981

REPLACED

REPLACED

NO

NIA

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

29018

N/A

NIA

N/A

NIA

SP-DCA-1 31-
H2037

SP-DCA-131-
H2037

SP-DCA-131-
H2039

1982

1982

REPLACED

REPLACED

1982 REPLACED NO

NIA

NO

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

22881

NIA

13108

N/A

23008

N/A

NIA

NIA

N/A

NIA

N/A

N/A

SP-0 CA-1 31-
H2039

SP-DCA-131-
H2001

SP-DCA-1 31-
H2001

SP-DCA-131-
H2003

SP-DCA-131-
H2003

SP-DCA-131-
H2005

1981

1982

1980

1982

1981

1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

N/A

NO

NIA

NIA

NO



162AI

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Date

Sheet

Unit

January 25, 1994

-3 of

PO Box 467, Be/wick, PA 18603
Address

DCP 924020D C33017, C33018

Repair Organizarion P.O. No., Job Na, eio.

3. Work Performed by . PennSylVania POWer & Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentificatlon of System REACTOR VESSEL SYSTEM 162A CLASS I

5. (a) Applicable Construction Code I I I 19 71 Edition, thru W72 Addenda, N I1 1

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Rephced and Replacement Components

Code Case

iy Name of
Component

Name of
Manufacturer

Manufacturer
Sedal No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

23025

N/A

13087

N/A

N/A

NIA

SP-DCA-131-
H2005

SP-DCA-131-
H2008

SP-DCA-131-
H2008

1981

1982

1980

REPLACED

REPLACED

REPLACED

N/A

NO

N/A

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

13088

N/A

N/A

N/A

N/A

SP-DCA-131-
'2009

SP-DCA-131-
H2009

SP-DCA-131-
H2020

1982 REPLACED

1980,REPtACED ~

1982 REPlACED

NO

NIA

MECH. SNUBBER PACIFIC
SCIENTIFIC

28858 N/A SP-D CA-131-
H2020

1982 REPLACED N/A

PIPE SUPPORT BECHTEL N/A NIA SP-DCA-131-
H2025

1982 REPLACED

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

~ PACIFIC
SCIENTIFIC

06291

N/A

06238

N/A

N/A

N/A

S P-D CA-1 31-
'2025

SP-DCA-131-
H2031

SP-DCA-1 31-
H2031

1978

1982

1978

REPLACED

REPLACED

REPLACED

N/A

No

N/A



I



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date January 25, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

4 of

ONE

PO Box 467, Belwick, PA 18603
Address

3. Work Performed by PennSylVania POWer 8 Light CO.
Name

DCP 92~D C33017, C33018

Repair Organlzaeon P.O. No. ~
Joir Na, eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR VESSEL SYSTEM 162A CLASS I

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N"111

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identilication of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

NIA

N/A

21136

NIA

21142

N/A

N/A

N/A

N/A

NIA

NIA

SP-DCA-131-
H2040

SP-DCA-131-
H2040

SP-DCA-131-
H2042

SP-DCA-131-
H2042

SP-DCA-1 31-
H2043

SP-DCA-131-
H2043

1982

1982

REPLACED

REPLACED

1981 REPlACED

1982 REPLACED

1981 REPLACED

1982 REPLACED NO

N/A

NIA

NO

N/A

PIPE SUPPORT

MECH. SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

NIA

21157

NIA

N/A

SP-DCA-131-
H2044

SP-DCA-131-
H2044

1982

1981

REPLACED

REPLACED

NO

N/A





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

162AI

Pennsylvania Power 8 Light Co.
trams

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

JANUARY24, 1994

1, of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit One

PMR 924020K IWork Authorization G33067

Repair Orrianization P.O. Na, Job No., etc.

3. Work Performed by Penns Ivania Power 8 Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authonzation No.

Expiration Da!e

N/A

N/A

4. Indentilication of System REACTOR VESSEL SYSTEM 162A CLASS I

5. (a) Applicable Construction Code III 19 71 Edition, thru Vf72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

'ame

of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other IdentiTication Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

MECHANICAL
SNUBBER

PIPE'SUPPORT

MECHANICAL
SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

'ACIFIC ~ .
SCIENTIFIC

13414

13415

NIA

23039

N/A

N/A

N/A

N/A

SP-DCA-135-
H2001

SP-DCA-135-
H2001A

SP-DCA-135-
H2001 B

SP-DCA-135-
H2002

SP-DCA-135-
H2002

1982

1981

1981

1982

1978

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

N/A

N/A

NO

N/A

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@

Other@ Pressure psi

Nominal Operating Pressure@ NO TESTING REQUIRED

Test Temp. 'F

NOTE: Supplemental sheets ln form of lists, sketches, or drawings may be used, provided (1) size is 8/a in. x 11 ln., (2) Informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St. ~ Nevv York, N. Y. 1001 7



FORM NIS-2 (Back)

The following later edition / addenda of the ori inal construction code and code case was used in
Appbcabre Manufacturers Data Reports to be a ttacbed

the desi n of this modification: ASME Section III 1980 Edition throu h winter 1981 Addenda

Subsection NC-3650 and Code Case N-411 Alternate Dam in Values forSeismicAnal sisof

Class1 2and 3 Pi in Section III Divjsion1.

CERTIFICATION OF COMPLIANCE

We certify that the statements made ln the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A

Signed
Onner or Owners Designee. 7 VP&u peratlons

Date

CERTIFICATION OF INSERVICE INSPECTION

,19

,( ~
I, the undersigned, holding a valid commisshn issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ENNS V IA and employed by A IG MUTUALINSU NCE CO of

ALTKAM MASS C Us S have lns ed the components described
in this Owner's Report during the period to , and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described in this.
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described In this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injuryor property damage or a'oss of any kind arising from or connected with this
inspection.

Commissions

Date

Inspector's Signature National Board, State, Province, and Endorsements



ra

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

162AI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY23, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet 1 of

One

3. Work Performed by Pennsylvania Power & Light Co.
Name

PO Box 467, Befwick, PA 18603
Address

PMR 92M20M /WorkAuthorizations C33064,
C33065 & C33066

Repair Ortraotzation P.O. Na, Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentiiication of System REACTOR VESSEL SYSTEM 162A CLASS I

5. (a) Applicable Construction Code 'II 19 71 Edion, thru W72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Rephcement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SUPPORT

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

NIA

13924

N/A

NIA SP-DCA-101-H8

N/A SP-DCA-101-
H2002

N/A
'

SP-DCA-101-H8

1982

1981

1982

REPLACED

REPLACED

REPLACED

NO

N/A

NO

MECHANICAL
SUPPORT

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PP&L

PP&L

N/A

N/A N/A

NIA „, . „NIA

SP-DCA-101-
H2002

DCA-111-H6

DCA-1 11-H6

1982

1993

REPLACED

REPLACED

NIA

NO

REPLACMENT .. NO

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NO TESTING REQUIRED
Othe'ressure psl Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion ln items 1 through 6 on this report is Included on each sheet, and (3) each sheet Is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York,,N. Y. 10017



FORM NIS-2 (Back)

9. Remarks
Appticabte Manufacturers Oats Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date
, N/A

Signed
Owner or Owner's Oesigne, 'ntle Auc Operations

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof PENNS LVANIA and employed by ARKWRIGHTMUTUALINSU NCE CO. of

WAL HAM MASSAC US S ve i t the components described
in this OvmeVs Report during the period to , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report In accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described In this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Date

InspectoVs Signature

tg~~f

Commissions
National Board, State, Province, and Endolsements



162AI
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co. Date JANUARY23, 1994

Two North Ninth St., Allentown, PA 18101 Sheet 2 of

2. Plant Susquehanna Steam Electric Station
Name

Unit One

3. Work Performed by Pennsylvania Power 8 Light Co.

PO Box 467, Befwick, PA 18603
Addfeaa

PMR 92~20M /WorkAuthorizations C33064,
C33065 & C33066

Repair Organization P.O. No., Job Na, etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101 Authorization No. N/A

Expiration Date N/A
4. Indentification of System REACTOR VESSEL SYSTEM 162A CLASS I

5. (a) Applicable Construction Code III 19 71 Edition, thiu W72 Addenda, N 111

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W80

6. Identification of Coinponents Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT PP&L N/A N/A DCA-1 11-H33 1992 REPLACED NO

PIPE SUPPORT PP&L N/A N/A DCA-1 11-H33 1993 REPLACMENT NO

PIPE SUPPORT

PIPE SUPPORT

8ECHTEL

PP&L

N/A

N/A

N/A

N/A

SP-DBA-112-
H41

SP-DBA-1 12-
H41

1982 REPLACED NO

1993 REPLACMENT NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

162A II

1. Owner Pennsylvania Power &;LightCo.
Name

Date . February 4, 1994

2. Plant

Two North Ninth St. ~ Allentown, PA 18101
Address

Su uehanna Steam Electric Station
Name

Sheet

Unit

1 of

ONE

PO Box 467, Berwick, PA 18603
Address

DCPs 9340478. C and E. WA'sC33397~, C33418. C33417,
C33883. C33884. U38025. U38OZ8. U38858 and U38059

Repair Organization P.O. No. ~ Job Na, eto.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101 Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System Reactor Vessel and Aux. S stem 162A Class II

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Rephced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

INSTRUMENT
TUBING RUN FOR

RACK 1C-224
INSTRUMENT

TUBING RUN FOR
RACK 1C-224

PP&L

PP&L

N/A

N/A

NIA

N/A

JD-27&A

JD-27~A

1985 REPLACED NO

1993 REPLACMENT NO

INSTRUMENT
TUBING RUN FOR

RACK 1C-225
PP&L NIA NIA JD-27~B 1985 REPLACED NO

INSTRUMENT
TUBING RUN FOR

RACK 1C-225
BACKFILLTO

COND. CHAMBER
XY-B21-1D004B ISOI„

VALVE

PP&L

ANDERSON
GREENWOOD

N/A

N26555

N/A

N/A

JD-27~B

142036

1993 REPLACMENT NO

1992 REPLACEMENT YES

7. Description ofwork Connected Reactor Water Level Backfill S stem to Condensing Chamber Reference Legs.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@I
Other@ Pressure 1060 psi Test Temp. ambient 'F

(

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N In. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.



FORM NIS-2 (Back)

NPV-1 Form for Valves 142036, 142048, 142063 AND 142075 attached.
Applcable Manvfactvrers Data Reports to be attacbed

. Construction Code for Valves ASME Section ill 1971 Edition with 1973 Addenda.

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are oxrect and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certilicate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owner s Designee rtte Vp+ Operations

Date ,19

.CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the Nathnal Board of Boiler and Pressure Vessel Inspectors and the State
or Province of NS V NIA and employed by IG U U LINSU NCECO of

L A SS C US S have ins t the components described
in this Owner's Report during the period to and state that
to the best of my knowledge and belief, the Owner has perf rm examinations and taken correc ive measures described In this
OwneVs Report in accordance viith the requirements of the ASME Code, Section XI.

By signing this certilicate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described in this Owners Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal inJury or property damage or a kiss of any kind arising from or connected with this
inspection.

Commissions

Date

InspectoVs Signature

19

National Board, State, Province, and Endorsements



162A II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date February 4, 1994

Sheet 2 of

2. Plant Su uehanna Steam Electric Station Unit ONE

PO Box 467, Belwick, PA 18603
Address

3. work Performed by Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

DCPs 9380478, C and E, WA's C33387~, C33418. C33417,
C33883. C33884. U38825, U38828. U38058 and U38859

Repair Ortianlzation P.O. Na, Job No. ~ eto.

Type Code Symbol Stamp None

Expiration Date

4. tndentilication of System Reactor Vessel and Aux. S stem 162A Class II

5. (a) Applicable construction code III 19 71 Edition,— thru I/tr72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

N/A

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

BACKFILLTO
COND. CHAMBER

XY-14202 ISOL VALVE
BACKFILLTO

COND. CHAMBER
XY-B21-1D004A ISOL

VALVE
BACKFILLTO

COND. CHAMBER
XY-B21-1D002 ISOL

VALVE

ANDERSON
GREENWOOD

ANDERSON
GREENWOOD

ANDERSON
GREENWOOD

N26546

N26557

N26556

N/A

N/A

N/A

142048

142063

142075

1992 REPLACEMENT YES

1992 REPLACEMENT YES

1992 REPLACEMENT YES



0
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2 z.

'„-"Or'i'er - ()9.9931.03""hase'rder - 0-49633-1 PAGE
FORM NPV 1 MANUFACTURERS'ATAREPORT FOR NUC(.EAR PU

(As Required by che Provlslons of the ASME Code,'Sect)on III, Olv. 1)

. Nominal Inlet Size .3 if)....
l(nchl

(c) Caned(an

Registration
No.

(b)
Manufacturers'erial

No.

(a) Model No.,
Series No.

or Type
(d) Orawing

No.
(fl Nat't (g) Year

(a) Class gd. No. guilt

(,) H/HS-3TC 826643 . N/A 802-.4038-831 2 ~H A 1992
t ru
AK558(3)

(4)

(6)
'6)

(7)

(6)

(9)

(10)

Re 1 acement Valve
(Brier descrlpdon or sen(ice ror which e(tulpment wss desiensdl

l. M,n„f„tu.dby Anderson Greenwood and Co. 3950 Greenbr'lar.. STafford..TX ?7477
(Nsme end Add(ess ot Msnuiscrurerl

> Manufact«c«or Penny 1.vary. Powys —„and-~Aha-Two-N;-Ninth Stl eet-Al 1entown,- PA"-18101
3 Q I f I I Ii Yusqueeeanna Qakon 5 Hi NE of Berwick on US RT. 1 1 Berwick, PA 1860

(Nsme snd Addressl

4. Pump or Valve ..Qa]ye. , Outlet" Size 3/Rti(Rhl

6. Design Conditions ~ psl
rsl

7. Cold Working Pressure psl at 100'F.

L Pressure Retaining Pieces

'F or Valve Pressure Class ~» (tl

Mark No. Material Spec. No. Manufacturer Rcrnarks

(a) Castln s

gi) Forgings N~A

>@/ lt)oF)n|rnualty operited valves only.

I sheets in form of lists. sketches or drawings may be used ptth()de@I) s)ze )4 g-IQ'. 3tkt <'),lnformat)on ln
(ls~W'end S.On thla data. report IS4iCh(ded On eaoh ah (end (3t3aaCh ahbtet;ta.nu 3)tet)ad.ahtfnu)nbCt Ofraheeta

.'r,'"" ' 'htsVorrn (88837) mey be obtained from the Order De()t„ASME,346 E.(47 ft4(.,New York,NcY,10017(

'g-"FG ';,,.:516,; ..10+8 ...,,, ......,, „..., .. „.....-...,.......,,, i.,'/)cv ttv ~a wv ((2'/6'M) v )~ v I r vt'4('4r I4 et vtv +vcr v~vt 2 r Cut i ~slcvw i+ 'f'6+7 v(

v4/vent)ref')I(')

J vo

3



Q~iqIq f

Mark No.

'c) Bohin~~
I

, FORM NPV.1 fBedi)

Material Spec. No. 'anufacturer Ren:srks

fd) Other Parts

-N02-4089-~ -346'2 dy-Wekdment—-
-N02-2083-002—t—3A47-9 nnet

-'002-3532M01—L-0 Stem-ASSemAy—

9. Hydrostatic test L4QfL ps) ~

CERT)flCATE OF CO)y)PUANCE

by

to uae the symbol expires
IN) IkRr) Iosts)

We certify that the statements made In this report are correct and that this pump, or valve. contorms to the rules ol-"" //'""'*-""-'-"-"~0."---"-"'"""-IIII—
Addenda , Code Case No. e Date

Sig ed anderson, Greenwood 5 Co.
IMsnvfsavrsr)

Our ASME Certilicste of Authorisatlon No.

CERTlFICATlON OF DESIGN

Design information on file st AnderSOn, GreenWOOd and CO.

Stress analysis report IClaas > only) on file at

Design specifications certifie by ill
PE State Reg. go.
Stress analysis certified by ll)
PE State + Rag. No.

fl)Signature not required. Uat name only.

l ne rt ur o an

N

iiI+x
> '//0'

, (:I'. I

"C~.
/I /

r
V

CERTlFICATE OF SHOP lNSPECTlON

I, the undersigned. holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
~nd the State or Province of and employed by
of have inspected the pump, or valve. described in this Oats Report on

19 . and state that to the best of my knowledge and belief. the Manufacturer has eon-' ~'ted this pump, or valve, in accordance with the ASME Code. Section III.

gh)s certificate, neither the Inspector nor h!s employer makes any warranty, expressed or implied, concerningle equipment described In th'ata Report. Furthermore, neither the Inspector nor hia employer. shall be liable Jn any
/'vanner for anypersonal I or pr rty damage or ~ loss ol eny kind arising from or connected with this Inspection.

4/33 Ii~l/ /i/'~ > ~ '".—,'y"/V.' .

Commissions



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

164AI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date JANUARY23, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Su uehanna Steam Electric Station
Name

Sheet

Unit

1 of

One

PO Box 467, Berwick, PA 18603
hddiess

3. work Performed by Penns Ivania Power 8r Light Co.

PMR 924020L Work Authorization C33062

Repair Organization P.O. No., dob No., ete.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR RECIRCULATIONSYSTEM 164A CLASS I

5. (a) Apprcabie Construction Code III 19 71 Edition, thru W72 Addenda, NP11

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other IdentiTication Year
Built

Repaired,
Replaced, or
Replacement

ASME
. Code
Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL.

PACIFIC
SCIENTIFIC

NIA

'IA ~

27953

N/A

N/A

N/A

N/A

NIA

N/A

SP-DCA-121-
H2002

SP-DCA-121-
H2002

SP-DCA-121-
H2003

SP-DCA-121-
H2003

SP-DCA-121-
H2004

SP-DCA-121-
H2004

1982

1981

1982

1982

. 1982

1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

NO

N/A

NO

N/A

NO

NIA

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@

Other@ Pressure psi

Nominal Operating Pressure@ NO TESTING REQURED

Test Temp. 'F

NOTE: Supplemental sheets ln form of lists, sketches, or drawings
tion in items 1 through 6 on this report is included on each sheet,

( recorded at the top of this form.

(12/82)

may be used, provided (1) size is 8N in. x 11 in., (2) informa-
and (3) each sheet is numbered and the number of sheets is

This form (E00030) may be ob!ained from the Order Dep!., ASME, 345 E. 47th St. ~ New York, N. Y. 1001 7



FORM NIS-2 (Back)

9. Remarks NONE
Amicable Manufacturers Data Reports to ba attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or ptahcernent

Type Code Symbol Stamp NIA

Certificate of Authorization No NIA Expiration Date N/A

Signed ~/j'wner or Owners Designee. rtta rrc Operations

Date ,19

CERTIFICATION OF INSERVICE INSPECTION

', the undersigned, hoMing a valid commisshn Issued by the Natkeal Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof S I ~ andemployedby IG A INSU C CO of

L A ASSAC US S have I pact the components described

in this Owner's Report during the period to 'ZS, and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Ovmer's Report In accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his emphyer makes any warranty, expressed or Implied; concerning the
examinations and corrective measures described in this OvmeVs Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injuryor property damage or a loss of any kind arising from or connected viith this
inspection.

InspectoVs Signature
Commissions

National Board, State, Province, and Endorsements

Date



rs

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

164BI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

, Sheet I of 14

Date JANUARY24, 1994

2. Plant Susquehanna Steam Electric Station Unit One

PO Box 467, Befwick, PA 18603
Address

PMR 924020K I See Remarks forWork Authorization
Numbers and later edition I addenda & code cases.

Repair Organization P.O. No., Job No. ~ etc.

3. Work Performed by Pennsylvania Power 8 Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System REACTOR RECIRCULATIONSYSTEM 164B CLASS I

5. (a) Applicable Construction Code III 19 71 EdiUon, thru W72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL N/A N/A SP-DCA-144-H5 1982 REPLACED
\

NO

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL N/A

N/A

N/A SP-DCA-144-
H2091

1982

SP-DCA-144-HS 1978 REPLACED

REPLACED

NIA

NO

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

09938

NIA

N/A

N/A

SP-DCA-144-
H2091

SP-DCA-144-
H2108

1982 REPLACED

1980 REPLACED N/A

NO

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

NIA SP-DCA-1 44-
H2108

1981 REPLACED N/A

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NO TESTING REQUIRED

Othe+ Pressure psi Test Temp. 'F

(

(12/82) This form (E00030) may be obtained from the Order Dept. ~ ASME, 345 E. 47th St., New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size ls 8N in. x 11 in., (2) informa-
tion ln items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.



FORM NIS-2 (Back)-

WA C33068, C33069, C33070, C33072, C33073, C33075, C33085, C33074, C33076, C33077,
Appticable Manuracturers usta Repons to be attached

C33079 C33080 C33081 C33082 C33087 C33222 C33078 C33086 C33071 C33084 & C33148

"
The followin later edition / addenda of the ori inal construction code and code case were used in the

of this modiTication: ASME Section III 1980 Edition throu h winter 1981 Addenda Subsection NC-3650

and Code Case N-411, Alternate Damping Values for Seismic Analysis of Class 1, 2 and 3 Piping Section III
Division 1.

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

CertiTicate of Authorization No. N/A Expiration Date N/A

Signed
ownerorcwnersnesittne, litle V Aucoperations

Date ,19

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State .
or Province of PENNS V NIA and employed by AR IG A SURA C CO of

WALTKAM MASSAC USETTS hav ins ted the components described
ln this Ovme Vs Report during the period to I and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described ln this
Ovmer's Report In accordance with the requirements of the ASME Code, Section XI.

,By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in an manner for any personal injury or property damage or a loss of any Idnd arising from or connected with this
inspection.

Date

Inspector's Signature

0 cp 19~+
Commissions d

b9'ationalBoard, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

164BI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date JANUARY24, 1994

14Sheet 2 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit One

PMR 924020K/See Remarks forWork Authorization
Numbers and later edition/addenda 8 code cases.

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No., Job Na, etc.

Type Code Symbol Stamp None-

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentlfication of System REACTOR RECIRCULAT(ON SYSTEM 164B CLASS I

5. (a) Applicable Construction Code III 19 71 Edmon thru ViP72 Addenda NIA

(b) Applicable Edition of Section XI UtiTzed for Repairs or Replacements 19 80 thru Vr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

13445

N/A

N/A

23357

N/A

01619

N/A

16380

NIA

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

SP-DCA-1 44-
H2221

SP-DCA-1 44-
H2221

SP-DCA-1 44-
H2223

SP-DCA-144-
H2223

SP-DCA-144-
H28

SP-DCA-144-
H28

SP-DCA-144-
H2087

SP-DCA-1 44-
H2087

SP-DCA-144-
H53

SP-DCA-144-
H53

SP-DCA-144-
HSS

1982

1981

1982

1981

1982

1981

1982

1977

1982

1980

1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

NO

N/A

NO

N/A

NO

N/A

NO

N/A

NO

N/A

NO



164BI

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date JANUARY24, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 3 of

Unit One

14

PO Box 467, Berwick, PA 18603
Address

PMR 924020K I See Remarks for Work Authorization
Numbers and later edition I addenda & code cases.

Repair Organization P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR RECIRCULATIONSYSTEM 164B CLASS I

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru tAr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other tdentificatlon Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

27963

NIA

13766

N/A

NIA

N/A

N/A

N/A

SP-DCA-1 44-
H55

SP-DCA-144-
H2057

SP-DCA-1 44-
H2057

SP-DCA-144-
H2220

1982 REPLACED

1982 REPLACED

1981 REPLACED

19S2 REPLACED

N/A

No

NIA

NO

P

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

NIA

09747

N/A

28783

NIA

N/A

N/A

N/A

N/A

N/A

NIA

NIA

SP-DCA-1 44-
H2220

SP-DCA-144-
H2027

SP-DCA-1 44-
H2027

SP-DCA-144-
H2101

SP-DCA-144-
H2101

SP-DCA-144-
H2102

SP-DCA-1 44-
H2102

1981

1982

1979

1982

1982

1982

1978

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

N/A

NIA

NO

N/A

NO

N/A
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

164BI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date JANUARY24, 1994

Sheet 4 of

2. Plant Susquehanna Steam Electric Station
Name

Unit One

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

PO Box 467, Belwick, PA 18603
Address

PMR 924020K I See Remarks forWork Authorization
Numbers and later edition Iaddenda & code cases.

Repair Oraanizarion P.O. No. ~ Job No. ~ eto,

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System REACTOR RECIRCULATIONSYSTEM 164B CLASS I

5. (a) Applicable Construction Code III 19 71 Edition thru vlf72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other IdentiTication Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

'

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

N/A

13451

N/A

13937

N/A

N/A

13454

N/A

13449

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

SP-DCA-144-
H2116

SP-DCA-144-
H2116

SP-DCA-144-
H2118

SP-DCA-1 44-
H2118

SP-DCA-1 44-
H2122

SP-DCA-144-
H2122

SP-DCA-144-
H2125

SP-DCA-144-
H2125

SP-DCA-144-
H2127

SP-DCA-1 44-
H2127

SP-DCA-144-
H2129

1982

1981

1982

1981

1982

1982

1982

1981

1982

1981

1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

NO

N/A

N/A

NO

N/A

N/A

N/A

No



164BI

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY24, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

5 of

One

14

PO Box 467, Belwick, PA 18603
PMR 924020K ISee Remarks for Work Authorization
Numbers and later edition / addenda & code cases.

3. Work Performed by

Address

Penns Ivania Power & Light Co.
Name

Repair Organization P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR RECIRCULATIONSYSTEM 164B CLASS I

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
~ No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
I SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

N/A

13474

N/A

13925

N/A

27947

N/A

13956

NIA

NIA

NIA

N/A

N/A

NIA

N/A

NIA

N/A

N/A

N/A

N/A

SP-DCA-144-
H2129

SP-DCA-144-
H2133

SP-DCA-144-
H2133

SP-DCA-144-
H2136

SP-DCA-144-
H2136

SP-DCA-144-
H2137

SP-DCA-144-
H2137

SP-DCA-144-
H2141

SP-DCA-144-
H2141

SP-DCA-144-
H2143

SP-DCA-144-
H2143

1981

1982

1981

1982

NIA

1982

1982

1982

1981

1982

1981

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPlACED

REPLACED

REPLACED

REPLACED

N/A

NO

N/A

N/A

NO

NIA

NO

N/A

N/A
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

164BI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date JANUARY24, 1994

Two North Ninth St., Allentown, PA 18101
Address

Sheet 6 of 14

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Unit One

PMR 924020K I See Remarks forWork Authorization
Numbers and later edition / addenda & code cases.

Repair Oriiaoizabon P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power 8 Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilicatlon of System REACTOR RECIRCULATIONSYSTEM 164B CLASS I

5. (a) Applicable Construction Code III '9 71 Edition, thru W72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Rephcements 19 " 80 thiu thr80

6. Identification of Components Repaired or Replaced and Rephcement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identiilcatlon Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

13954

N/A

NIA

N/A

N/A

SP-DCA-144-
H2145

SP-DCA-144-
H2145

SP-DCA-144-
H105

1982 REPLACED

1981 REPLACED

1982 REPLACED

NO

N/A

NO

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

09701 N/A

NIA

SP-DCA-144-
H105

SP-DCA-144-
H2074

N/A

1982 REPLACED 'O
1979 REPLACED

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

23010

N/A

29008

NIA

N/A

N/A

NIA

N/A

SP-DCA-144-
H2074

S P-D CA-144-
H148

S P-D CA-144-
H148

SP-DCA-1 44-
H150

1981

1982

1982

1982

REPLACED

REPLACED

REPLACED

REPLACED

N/A

NO

N/A

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

27959

N/A

N/A

NIA

SP-DCA-1 44-
H150

SP-DCA-144.
H2021

1982 REPLACED

1982 REPLACED

NIA

NO



164BI

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power & Light Co.
Name

Date JANUARY24, 1994

Two North Ninth St., Allentown, PA 18101 Sheet 7 of 14

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603

Unit One

PMR 924020K I See Remarks for Work Authorization
Numbers and later edition Iaddenda & code cases.

3. Work Performed by

Address

Pennsylvania Power & Light Co.
Name

Repair Ortranizaton p.O. No., Job tro.. etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentificatlon of System REACTOR RECIRCULATION SYSTEM 164B CLASS I

5. (a) Applicable Construction Code III 19 71 Edition thru W72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Rephcement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identiitcation Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

'ECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

16378

N/A

20960

N/A

N/A

16391

NIA

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

NIA

SP-DCA-144-
H2021A

SP-DCA-1 44-
H2021B

SP-DCA-1 44-
H2076

SP-DCA-144-
H2076

SP-DCA-144-
H142

SP-DCA-1 44-
H142

SP-DCA-144-
H144

SP-DCA-1 44-
H144

S P-D CA-144-
H2080

1980

1982

1981

1982

1980

1982

1980

1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

NIA

N/A

No

NIA

NO

N/A

NIA

NO

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

8ECHTEL

21130

NIA

N/A

N/A

SP-DCA-144-
H2080

1981

SP-DCA-144-H9 1982

REPLACED

REPLACED

N/A

NO





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

164BI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY24, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

8 of

One

14

PO Box 467, Befwick, PA 18603
PMR 924020K I See Remarks forWork Authorization
Numbers and later edition Iaddenda & code cases.

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Orpanization P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

4. Indentification of System

Expiration Date N/A

REACTOR RECIRCULATION SYSTEM 164B CLASS I

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru arm

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

' Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

05600

N/A

NIA'/A

NIA

SP-DCA-144-H9

SP-DCA-144-
H2042

SP-DCA-144-
H2042

1982 REPlACED

N/A REPLACED

1979 REPLACED N/A

N/A

PIPE SUPPORT

MECHANICAL
SNUBBER

8ECHTEL

PACIFIC
SCIENTIFIC

NIA NIA SP-DCA-1 44-
H2049

SP-DCA-144-
H2049

1982 REPLACED NO

1979 REPLACED . N/A

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

N/A

29010

N/A

21151

N/A

NIA

NIA

N/A

SP-DCA-1 44-
H2094

SP-DCA-144-
H2094

SP-DCA-144-
H2053

SP-DCA-144-
H2053

1982 REPLACED

1982 REPLACED

1981 REPLACED

1982 REPLACED NO

N/A

NO

N/A

PIPE SUPPORT

MECHANICAL
SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

N/A

28018

N/A

N/A

SP-DCA-144-
H2077

SP-0 CA-1 44-
H2077

1982

1982

REPLACED

REPLACED

NO

N/A



164BI

FORM NIS-2 OWNER'S REPORT FOR REPAiRS OR REPLACEMENTS
As Required b the Provisions of the ASME Code Section XI

1. Ovmer

2. Plant

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Date JANUARY24, 1994

Sheet "- 9 of

Unit One

PMR 92~20K I See Remarks forWork Authorization
Numbers and later edition Iaddenda 8 code cases.

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organisation P.O. No., Job No. ~ eto,

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System REACTOR RECIRCULATION SYSTEM 164B CLASS I

5. (a) Applicable Construction Code I I I 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identilicatlon of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

'0

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

N/A

21112

N/A

N/A

10740

N/A

13413

N/A

13927

NIA

N/A

N/A

N/A

NIA

N/A

N/A

N/A

NIA

N/A

NIA

N/A

SP-DCA-144-
H2078

SP-DCA-144-
H2078

SP-DCA-144-
H2084

SP-DCA-144-
H2084

SP-DCA-144-
H2085

SP-DCA-144-
H2085

SP-DCA-1 44-
H2149

SP-DCA-1 44-
H2149

S P-D CA-144-
H2150

SP-DCA-144-
H2150

SP-D CA-144-
H2155

1982

1981

1982

1980

1982

1980

1982

1981

1982

1981

1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

NIA

NO

N/A

NO

N/A

NIA

NO

NIA

NO



164BI
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co. Date JANUARY24, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet 10 of

Unit One

14

PO Box 467, Belwick, PA 18603
Address

PMR 924020K I See Remarks for Work Authorization
Numbers and later edition / addenda & code cases.

Repair Orpanlzaton P.O. No., Job No. ~ etc.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System REACTOR RECIRCULATIONSYSTEM 164B CLASS I

5. (a) Applicable Construction Code III 19 71 Edition, thiu W72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru lhr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

13476

NIA

13442

N/A

13464

N/A

13458

NIA

13928

NIA

13459

N/A

N/A

N/A

N/A

N/A

NIA

NIA

N/A

NIA

N/A

N/A

SP-DCA-144-
H2155

SP-0 CA-1 44-
H2156

SP-DCA-144-
H2156

SP-DCA-144-
H2161

SP-DCA-1 44-
H2161

SP-DCA-144-
H2166

SP-DCA-144-
H2166

SP-DCA-144-
H2171

SP-DCA-144-
H2171

SP-DCA-1 44-
H2172

SP-DCA-144-
H2172

1981

1982

1981

1982

1981

1982

1981

1982

1981

1982

1981

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

N/A

N/A

N/A

NO

N/A

NO

N/A

NO

NIA



164BI

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co. Date JANUARY24, 1994
Name

Two North Ninth St., Allentown, PA 18101
Address

Sheet 11 of 14

2. Plant Susquehanna Steam Electric Station

PO Box 467, Befwick, PA 18603

Unit One

PMR 924020K I See Remarks forWork Authorization
Numbers and later edition Iaddenda & code cases.

Address

3.WorkPerformedby PennSylVania POWer & Light CO.

Repair Oriianization P.O. No., Job No. ~ ete.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR RECIRCULATIONSYSTEM 164B CLASS I

5. (a) Applicable Construction Code III 19 71 Edition thru W72

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identificathn Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

N/A

N/A

13926

N/A

N/A

N/A

N/A

SP-DCA-144-
H2173

SP-DCA-144-
H2173

SP-0 CA-144-
H2178

SP-DCA-144.
H2178

1981 REPLACED

1982 REPlACED

1981 REPLACED

1982 REPLACED

N/A

NO

N/A

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

NIA

13929

NIA

13405

N/A

N/A

N/A

N/A

SP-DCA-144-
H2179

SP-DCA-1 44-
H2179

SP-0 CA-144-
H2163

SP-DCA-1 44-
H2163A

1982

1981

1982

1981

REPLACED

REPLACED

REPLACED

REPLACED

No

NIA

NO

N/A

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

13406

NIA

N/A

N/A

S P-D CA-144-
H2163B

SP-DCA-1 44-
H2164

1981 REPLACED

1982 REPLACED

N/A

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

13427 N/A SP-DCA-144-
H2164A

1981 REPLACED N/A



f,y

(,y



164Bl

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power 8 Light Co.
Name

Date JANUARY24, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 12 of

Unit One

14

PO Box 467, Berwick, PA 18603
PMR 924020K I See Remarks for Work Authorization
Numbers and later edition /addenda 8 code cases.

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No., Job No., eio.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System ~. REACTOR RECIRCULATION SYSTEM 164B CLASS I

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda,
~ (b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

PACIFic
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

NIA

NIA

13441

N/A

NIA

NIA

N/A

N/A

N/A

SP-DCA-144-
H2164B

SP-DCA-144-
H2175

SP-DCA-1 44-
H2175

SP-DCA-144-
H2176

SP-DCA-144-
H2176

SP-OCA-136-
H29

1981 REPLACED

1982 REPLACED

1981 REPLACED

1982 REPLACED

1981 REPLACED

1S82 REPLACED

N/A

NO

N/A

N/A

NO

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

16393 NIA SP-DCA-136-
H29

1980 REPLACED N/A

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL

I
SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

N/A

28736

N/A

28722

N/A

N/A

N/A

N/A

SP-DCA-136-
H2005

SP-DCA-136-
H2005

SP-DCA-136-
H2010

SP-OCA-136-
H2010A

1982

1982

REPLACED

REPLACED

1982 REPLACED

1982 REPLACED

NIA

NO

N/A





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

164BI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY24, 1994

Two North Ninth St., Allentown, PA 18101 Sheet 13 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Addreaa

Unit One

PMR 924020K/ See Remarks for Work Authorization
Numbers and later edition / addenda & code cases.

Repair Organization P.O, No., Job No.. etc,

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentificatlon of System REACTOR RECIRCULATION SYSTEM 164B CLASS I

5. (a) Applicable Con'struction Code . III 19 71 Edition, thru vtf72 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

(y

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

MECHANICAL
SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

N/A

13933

N/A

13932

N/A

09934

N/A

22873

N/A

13947

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

SP-0 CA-136-
H2010B

SP-DCA-136-
H2047

SP-DCA-136-
H2047

SP-DCA-1 36-
H2048

SP-DCA-136-
H2048

SP-DCA-136-
H2021

SP-DCA-136-
H2021

SP-DCA-136-
H2035

SP-DCA-136-
H2035

SP-DCA-136-
H2059

SP-0 CA-136-
H2059

1981

1982

1981

1982

1981

1982

1980

1982

1981

1982

1981

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

N/A

N/A

No

N/A

NO

N/A

NO

N/A

N/A



164BI
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date JANUARY24, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Sheet 14 of

Unit One

14

PO Box 467, Befwick, PA 18603
PMR 92-3020K I See Remarks for Work Authorization
Numbers and later edition Iaddenda & code cases.

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR RECIRCULATION SYSTEM 164B CLASS I

5. (a) Applicable Construction Code III 19 71 Edition, thiu Vtr72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80

6. Identirication of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

N/A

29014

N/A

NIA

NIA

N/A

SP-DCA-136-
H2042

SP-DCA-136-
H2042

SP-DCA-1 36-
H2043

1982

1982

1982

REPLACED

REPLACED

REPLACED

NIA

NO

MECHANICAL
SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

8ECHTEL

PP&L

09728

N/A

N/A

N/A

NIA

N/A

SP-DCA-136-
H2043

SP-DCA-136-
H2053

SP-DCA-136-
H2053

1979

1982

1993

REPLACED

REPLACED

N/A

NO

REPLACEMENT NO



164Bl

(

1. Owner Pennsylvania Power 8 Light Go. Date January 18, 1994

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

1 of

One

PO Box 467, Befwick, PA 18603
Addiess

DCP- 93-9065, CWA C3406?, C34096

Repair Ogaaizadoo P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
tiame

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System Reactor Recirculation S stem 164B Class I.

5. (a) Applicable Construction Code III 19 ?1 Edition, thiu V~r?2 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Rephced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identi%cation Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or,

No)

Pipe Support

Pipe Support

Pipe Support

Pipe Support

Pipe Support

Pipe Support

Bechtei

PP&L

Bechtel

PP&L

8echtel

PP&L

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

SP-OCA-150-
H2009

SP-OCA-150-
H2009

SP»QCA-150-
H2011

SP-OCA-150-
H2011

SP-DCA-151-
H2008

SP-DCA-151-
H2008

1982

1982

1993

1982

1993

Replaced

Replaceinent

Rephced

Rephcement

Replaced

Rephcement

NO

NO

?. Description of Work Reactor Recirculation Vent and Drain Hanger Rework.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Other@ Pressure psi Test Temp. 'F

NONE

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8Ya in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept„AS ME, 345 E. 47th St., New York, N. Y. 10017



9. Remarks

FORM NIS-2 (Back)

Apphcabre Manuracturers Oats Reports to be attached

(y

CERTIFICATION OF COMPLIANCE
'I

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repair or re piacernent

Type Code Symbol Stamp N/A

Certificate of Authoriaation No. N/A Expiration Date N/A

Signed
Owner cc Owners Oesrgn, rtte V Atrc Operations

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State.
or Province of P NS LVANIA and employedby ARKWRIG MU UA INSU CE CO of

AM MASSAC US S have s ted the components described
in this OwneVs Report during the period to and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken correcthre measures described in this
OwneVs Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certilicate nether the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described In this OwneVs Report. Furthermore, neither the Inspector nor his employer
shall be liable ln any manner for any personal injuryor property damage or a loss of any kind arising from or connected with this
inspection.

InspectoVs Signature
Commissions AJ /

National Board, State, Province, and Endorsements

Date



164BI

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power & Light Co.
Name

Date January 18, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet

Unit

2 of

ONE

PO Box 467, Berwick, PA 18603
Address

DCP 93-9065, CWA C34067, C34096

Repair Organization P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System Reactor Recirculation S stem 164B Class I.

5. (a) Applicable Construction Code III 19 71 Edition, thru vlf72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80

6. Identification of Components Repaired or Rephced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Pipe Support

Pipe Support

Pipe Support

Pipe Support

Pipe Support

Pipe Support

Bechtel

PP&L

Bechtel

PP&L

8echtel

PP&L

NIA

N/A

NIA

NIA

N/A

N/A

N/A

N/A

N/A

N/A

N/A

NIA

SP-DCA-151-
H2009

SP-DCA-151-
H2009

SP-DCA-151-
H2010

SP-DCA-151-
H2010

SP-DCA-151-
H2011

SP-DCA-151-
H2011

1982

1993

1982

1982

1993

Replaced

Replacement

Replaced

Replacement

Replaced

Replacement

NO

NO

NO



I

(y



164BII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power & Light Co.
Name

Date JANUARY24, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

1 of

One

PO Box 467, Befwick, PA 18603
Address

PMR 92M20K/WorkAuthorization C33083

Repair Organization P.O. No., Job No., etc,

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentirication of System REACTOR RECIRCULATIONSYSTEM 164B CLASS II

5. (a) Applicable Construction Code I I I 19 71 Edition, thru W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECHANICAL
SNUBBER

'ECHTEL'ACIFIC

SCIENTIFIC

N/A

27863

N/A

NIA

SP-DCB-112-
H2089

SP-DCB-112-
H2089

1982 REPLACED

1982 REPLACED

NO

NIA

PIPE SUPPORT

MECHANICAL
SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

N/A

20958

N/A

NIA

SP-DCB-112-
H2098

SP-DCB-112-
H2098

1982

1981

REPLACED

REPLACED N/A

7. Description of Work SNUBBER REDUCTION PROJECT

(,

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017

8. Tests Conducted: Hydrostatic Pneumatic+

Other+ Pressure psi
h

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8Ya in. x 11 in., (2) Informa-
tion in items 1 through 6 on this report is Included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.



FORM NIS-2 (Back)

The following later edition / addenda of the original construction code and code case was used in
Applicable Manvractvrer's Data Repons to be attached

the desi n of this modification: ASME Section III 1980 Edition throu h winter 1981 Addenda

Subsection NC-3650 and Code Case N-411 Alternate Dam in Values for Seismic Anal sis of

Class 1 2 and 3 Pi in Section III Division 1.

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are correct and this REPLACEMENT conforms to the rules ofthe
'SMECode, Section XI. repas or replacement

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A:

Signed
Ovmeror Owners Designee, tie Vp c operations

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvlnceof 'PENNS LV NIA and employed by AR RIG T MUTUALINSURANCE CO. of

WALTHAM MASSACHUS S have 'sept the components described
in this OwneVs Report during the period to and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken correctNe measures described in this
OwneVs Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the.
examinations and corrective measures described In this Owners Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injuryor property damage or a toss of any. kind arising from or connected with this
inspection.

Commissions

Date

Inspector's Signature

tg <r+
National Board, State, Provtntx., an Endorsements



173All
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown,,PA 18101

Date 9 JANUARY, 1994

Sheet, 1 of

2. Plant Su uehanna Steam Electric Station
Name

Unit

3. Work Performed by Penns Ivania Power & Light Co.
Name

PO Box 467, Befwick, PA 18603
Address

DCP 924020I, WA fr's SEE REMARKS

Repair Orpanization P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

NIA

NIA

4. Indentification of System CONT. ATMOS. CONTR. SYSTEM 173A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition,

(b) Applicabte Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, ~ REMARKS Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identificatktn Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

N/A

N/A

HB8-118-H7

HBB-118-H7

HBB-118-H8

1981

1982

REPLACED

REPLACED

1982 REPLACED NO

N/A

NO

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

'ACIFIC

SCIENTIFIC

NIA

N/A

~ N/A "

N/A

H BB-1 18.H8

HBB-118-H9

HBB-118-H9

1981

1982

REPLACED

REPLACED

REPLACED

NIA

NIA

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@

Other+ Pressure psl

Nominal Operating Pressure@ NO TESTING REQUIRED

Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N In. x 11 in., (2) informa-
tion ln items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

WA ¹'s C33096, C33097, C33098, C33099, & C33103
Appricabte Manvracturers Data Reports to be attached

CALC. ¹'s SR-985 SR-5371 SR-5501/5502 & SR-5891

CODE CASE N-411

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are correct and this
ASME Code, Section XI.

REPULCEMENT txeforms to the rules of the
repair or reptacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or owners Deslg rtte Vp+ operations

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commisshn Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of EN S V I and employed by IG U UALINSURANC CO of

WA THA ASS C USE S hav Ins ted the components described
in this Owner's Report during the period to , and state that
to the best of my knowledge and belief, the Owner has pe orm examinations and taken correc ive measures described In this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certilicate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in an ner for any personal injury or property damage or a loss of any kind arising from or connected with this
Inspection.

Date

Inspector's Signature

19 5~

Commissions
National Board, State, Province, and Endorsements



173AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ov/ner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Date

Sheet

Unit

9 JANUARY, 1994

2 of

ONE

PO Box 467, Befwick, PA 18603
Address

DCP 924020I, WAÃs SEE REMARKS

Repair Organization P.O. Na, Job No. ~ eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentirication of System CONT. ATMOS. CONTR. SYSTEM 173A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, REMARKS Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other ldentilication Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC .
SCIENTIFIC

BECHTEL

NIA

02096

NIA

N/A

NIA

NIA

HBB-118-H10

HBB-118.H10

HBB-118-H11

1982 REPLACED

1977 REPLACED

1982 REPLACED

NIA

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

03197

NIA

03200

NIA

N/A

N/A

NIA

N/A

H6B-1 18-H1'I

HBB-118-H12

HBB-118-H12

H88-118-H13

1978 REPLACED

1982 REPLACED

1978 REPLACED

1982 REPLACED

N/A

NO

N/A

NO

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

06941

NIA

NIA

NIA

N/A

HBB-118-H13

H 8 8-1 18-H14

HBB-118-H14A 1976 REPLACED

1980 REPLACED

1982 REPLACED

N/A

NIA

MECH. SNUBBER PACIFIC
SCIENTIFIC

N/A H88-118-H14B 1976 REPLACED N/A



rl

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

173AII

1. Ovmer Pennsylvania Power 8 Light Co.

Two North Ninth St., Allentown, PA 18101
Address

Date 9 JANUARY, 1994

Sheet 3 of

2. Plant Susquehanna Steam Electric Station Unit ONE

PO Box 467, Berwick, PA 18603
DCP 92~I, WA0's SEE REMARKS

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System CONT. ATMOS. CONTR. SYSTEM 173A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, REMARKS Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serhl No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

01216

N/A

N/A

NIA

HB8-118-H15 1982

HBB-118-H15 1977

HBB-118-H16 19S2

REPLACED

REPLACED

REPLACED

NO

NIA

No

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

01278

N/A

08319

N/A

N/A

N/A

N/A

HBB-118-H16 1977

H8B-118-H17 1982

HBB-118-H17 1980

HBB-118-H18 1982

REPLACED

REPLACED

REPLACED

REPLACED

NIA

No'/A

NO

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

14786

N/A

N/A

NIA

HBB-118-H18 1983

HBB-118-H19 1982

REPLACED

'EPLACED

N/A

0
MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

02184

N/A

NIA

N/A

HBB-118-H19 1977

HBB-118-H20 1982

REPLACED

REPLACED

N/A

NO



173AII
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power & Light Co Date 9 JANUARY, 1994
Name

Two North Ninth St.. Allentown, PA 18101 Sheet 4 of.

2. Plant Susquehanna Steam Electric Station
Name,

PO Box 467, Betwick, PA 18603

Unit ONE

DCP 924020I, WA8's SEE REMARKS

3. Work Performed by

Address

Pennsylvania Power & Light Co.

Repair Organ'aarion p.O. Na, Job Na, ete.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System CONT. ATMOS. CONTR. SYSTEM 173A CLASS II

5. (a) Applicable Construction Code . III 19 71 Edition, thiu W72 Addenda, REMARKS Code Case
(b) Applicable Edion of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serhl No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Rephcement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

N/A

13399

N/A

N/A

NIA

N/A

N/A

HBB-118-H20 1978

HBB-118-H21 1982

H8B-118-H21A 1981

HBB-118-H21B 1981

HBB-118-H22 1982

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

N/A

NO

N/A

N/A

NO

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL NIA

N/A

N/A

HBB-118-H22 1982

H8B-118-H23 1982

REPLACED

REPLACED

N/A

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

17223

N/A

NIA

NIA

NIA

NIA

NIA

HBB-118.H23 1981

HBB-118-H25 1982

HBB-118-H26 1982

HBB-118-H25 1982

REPLACED

REPLACED

REPLACED

REPLACED

N/A

NO

N/A



(y



173AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
I

9 JANUARY, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

5 of

ONE

PO Box 467, Berwick, PA 18603
Address

DCP 9240201, WAfrs SEE REMARKS

Repair Organization P.O. No., Job No., etc.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilicatlon of System CONT. ATMOS. CONTR. SYSTEM 173A CLASS II

5. (a) Applicable Construction Code Ill 19 71 Edition, thiu W72 Addenda, REMARKS Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

14793

NIA

21063

N/A

N/A

22893

N/A

NIA

N/A

NIA

NIA

NIA

NIA

HBB-118-H26

SP-HCB-126-
H2018

SP-HCB-126-
H2018

SP-HCB-126-
H2022

SP-HCB-126-
H2022

SP-HCB-126-
H2024

SP-HCB-126-
H2024

1982 REPLACED

1981 REPLACED

1S82 REPLACED

1980 REPlACED

1982

1981

REPLACED

REPLACED

1S83 REPLACED NIA

NO

NIA

NO

N/A

NO

N/A

PIPE SUPPORT BECHTEL N/A NIA SP-HCB-1 27-
H2000

1982 REPLACED

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

8ECHTEL

PACIFIC
SCIENTIFIC

16414

N/A

21071

N/A

N/A

N/A

SP-HCB-1 27-
H2000

SP-HCB-138-
H2001

SP-HCB-138-
H2001

1981 REPlACED

1980 REPLACED

1982 REPlACED

NIA

NO

N/A



173AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer

2. Plant

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Date

Sheet

Unit

9 JANUARY, 1994

6 of

ONE

PO Box 467, Berwick, PA 18603
Address

3. Work Performed by PennSylVania POWer 8 Light CO.
Name

DCP 92C020l, WAÃs SEE REMARKS

Repair Orgaruzarioo P.O. No.. Job No., eto.

Type Code Symbol Stamp None ~

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

NIA

NIA

4. Indentification of System CONT. ATMOS. CONTR. SYSTEM 173A CLASS II

5. (a) Applicable Construction Code - I I I 19 71 Fdigon thru W72 Addenda, REMARKS Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

NIA

22874

NIA

10752

NIA

NIA

N/A

NIA.

SP-HCB-138-
H2003

SP-HCB-138-
H2003

SP-HCB-138-
H2004

SP-HCB-138-
H2004

1981 REPlACED

1982 REPLACED

1980 REPLACED

1982 REPLACED NO

N/A

N/A



173CII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101

Date

Sheet 1 of 3

12 JANUARY, 1994

2. Plant Sus uehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit ONE

DCP 924020I, WAÃs SEE REMARKS

3. Work Performed by

Address

Penns Ivania Power 8 Light Co.

Repair Organization P.O. Na, Job No. ~ etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorizathn No.

Expiratkxt Date

N/A

N/A

4. Indentlfication of System CONT. ATMOS. CONTR. SYSTEM 173C CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thru W72

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru titr80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, REMARKS Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL NIA NIA SP-HCB-106-H2 1982 REPLACED NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

N/A SP-HCB-106-H2 1980 REPLACED N/A

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

8ECHTEL

PACIFIC
SCIENTIFIC

r

BECHTEL N/A

NIA

NIA

SP-HCB-106-H3 1982 REPLACED

SP-HCB-106-H3 1980 REPlACED

SP-HCB-121-H2 1982 REPLACED

NO

NIA

MECH. SNUBBER PACIFIC
SCIENTIFIC

N/A SP-HCB-121-H2 1981 REPLACED N/A

7. Description of Work SNUBBER REDUCTION PROJECT

'
(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St. ~ New York, N. Y. 1001 7

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NO TESTING REQUIRED
Other+ Pressure psl Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 In., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.



FORM NIS-2 (Back)

WA ¹'s C33099, C33100, C33101 ~ 8 C33102
Appticabte Manufacturers Oats Reports to be attached

CALC. ¹'s SR-5501/5502 SR-5503 & SR-5505

CODE CASE NP11

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authortzatlon No. N/A Explratkxt Date N/A

Signed
Owner or Owners Oesitt, ate Vp c operations

Date tg 'VP.

CERTIFICATION OF INSERVICE INSPECTION

I, the'undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of E S V I and employed by IG SURANC CO of

A ASSA U S haver i s ed the components described
In this Ovmet's Report during the period to / /Z and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described In this
Owner's Report In accordance with the requirements of the ASME Code, Section XI.

By signing this cerUftcate neither the Inspector nor his employer ma'kes any warranty, expressed or Implied, concerning the ~

examinations and corrective measures described in this Ovmet's Report. Furthermore, neither the Inspector nor his employer
shall be liable In a ner for any personal Injury or property damage or a loss of any kind arising from or connected viith this
inspection.

Date

Inspector's Signature
Commissions

National Board, State, Province, and Endorsements



173 CII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS ~

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 12 JANUARY, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

PO Box 467, Berwick, PA 18603

Sheet 2 of

Unit ONE

DCP 9240201, WAÃs SEE REMARKS

Address

3. work Performed by Pennsylvania Power 8 Light Co.

Repair Organization P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System CONT. ATMOS. CONTR. SYSTEM 173C CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, REMARKS Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT BECHTEL NIA N/A SP-HCB-121-HS 1982 REPLACED NO

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

13073

N/A

13125

NIA

N/A

28782

NIA

N/A

NIA

N/A

NIA

N/A

N/A

NIA

N/A

SP-HCB-121-H5

SP-HCB-125-H2

SP-HCB-125-H2

SP-HCB-126-
H2033

SP-HCB-126-
H2033

SP-HCB-126-
H2007

SP-HCB-126-
H2007

SP-HCB-126-
H2015

1980 REPLACED

1982

1980

REPLACED

REPLACED

1980 REPLACED

1982 'EPLACED

1982 REPLACED

1982, REPLACED

1982 REPLACED

N/A

NO

N/A

NO

NIA

NO

N/A

'
MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

06249

N/A

N/A

N/A

SP-HCB-126-
H2015

SP-HCB-126-
H2027

1978

1982

REPLACED

REPLACED

NIA



173 CII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Date

Sheet

Unit

12 JANUARY, 1994

3 of

ONE

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

PO Box 467, Befwick, PA 18603
Address

DCP 924020I, WA¹'s SEE REMARKS

Repair Organization P.O. No., Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System CONT.,ATMOS. CONTR. SYSTEM 173C CLASS II

5. (a) Applicable Construction Code I I I 19 71 Edition, thru W72 Addenda, REMARKS Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Rephcements 19 80 thru Vir80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of ~

Manufacturer
Manufacturer

Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

, MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

N/A

N/A

16402

N/A

28933

NIA

N/A

NIA

N/A

NIA

N/A

NIA

N/A

N/A

N/A

SP-HCB-126-
H2027

SP-HCB-126-
H2028

SP-HCB-126-
H2028

SP-HCB-126-
H2030

SP-HCB-126-
H2030

SP-HCB-126-
H2035

SP-HCB-126-
H2035

SP-HCB-126-
H2525

SP-HCB-126-
H2525

1981

1982

1981

1982

1980

1982

1982

1982

1982

REPLACED

REPLACED

REPlACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

N/A

NO

NIA

No

N/A

N/A

NIA

PIPE SUPPORT BECHTEL N/A N/A SP-HCB-125-H7 1982 REPLACED

MECH. SNUBBER PP&L N/A NIA SP-HCB-125-H7 1993 REPLACEMENT NO



183AlI

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power & Light Co.
Name

Date 26 JANUARY, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
kame

Sheet

Unit

1 of

One

10

PO Box 467, Befwick, PA 18603
Address

DCP 924020B, WA5's SEE REMARKS

Repair Organization P.O. No., Job No., eto.

3. Work Performed by PennSylVania POWer & Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentilication of System MAINSTEAM SYSTEM 183A CLASS II

5. (a) Applicable Construction Code III 19 71 Edlon thru W72 Addenda, N 111

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serhl No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

r

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC„* "

SCIENTIFIC

BECHTEL

NIA

01366

N/A

NIA

N/A

N/A

DBB-101-H3

DBB-101-H3

DBB-102-H9

1982

1978

1982

REPLACED

REPLACED

REPLACED

NO

NIA

NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

N/A D8B-102-H9A 1978 REPLACED N/A

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BEG HTEL N/A N/A

00379 . - .. N/A DBB-102-H9B 1976

DBB-102-H10 1982

REPLACED

REP,LACED

N/A

7. Description of Work SNUBBER REDUCTION PROJECT

8. Tests Conducted: Hydrostatic Pneumatic@ „ Nominal Operating Pressure@ NO TESTING REQUIRED

Other@ Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or draviings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet Is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 1001 7



FORM NIS-2 (Back)

CALC. SR-600-1; WA¹'s C23478, C23479, C23480, C23481, C23482, C23483, 8 C23484
Apptcabte Manufacturers Oats Reports to be attacheci

REPLACEMENT CODE ASME SEC. III '77 THRU S '79 ADDENDA*REPLACED U-BOLT ON DBB-104-H5

**REPLACEDLOAD STUD ON DBB-104-H10 & MSL-100-H11A REPLACED PIPE CLAMP BOLTS ON

MSL-100-H2 H9B H11A & 11B *REPLACED LOAD PIN WITH SHEAR PIN TRANSDUCER

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp

Cert!ficate of Authorization No. N/A

N/A

Expiration Date N/A

Signed
Owner or Owners Desitinee, e Yp+u operations

Date ,19

CERTIFICATION OF INSERVICE INSPECTION

( ~
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by ARKWRIG UTUAL SURANCE CO. of

WALTHAM ASSAC USETTS have i spec d the components described
in this Ovmer's Report during the pedod to 2til and state that
to the best of my knowledge and belief, the Owner has perfor ed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certiTicate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described ln this Owne Vs Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injuryor property damage or a loss ofany kind arising from or connected with this
inspection.

Commissions

Date

inspector's Signature

Z 19~~
National Board, State, Province, and Endorsements



183AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date 26 JANUARY, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

2 of

One

10

3. Work Performed by Pennsylvania Power 8 Light Co.

PO Box 467, Belwick, PA 18603
Address

DCP 924020B, WA ¹'s SEE REMARKS

Repair Oryanizarion P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. IndentiTication of System MAINSTEAM SYSTEM 183A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N"111 Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER PACIFIC
SCIENTIFIC

03088
'

NIA DBB-102-H10'978 REPLACED '/A
PIPE SUPPORT BECHTEL N/A NIA DBB-103-H8 1982 REPLACED NO

MECH. SNUBBER

MECH. SNUBBER

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

02861

19582

NIA

N/A DBB-103-H8B 1981

DBB-103-H8A 1977 REPLACED

REPLACED

N/A

N/A

PIPE SUPPORT 6ECHTEL NIA N/A D8B-1 03-H15 1982 fiEPLACED NO

MECH. SNUBBER PACIFIC
SCIENTIFIC

14772 N/A DBB-103-H15 1983 REPLACED N/A

PIPE SUPPORT

MECH. SNUBBER

PIPE SUPPORT

BECHTEL

PACIFIC
SCIENTIFIC

BECHTEL

N/A

00321

N/A

N/A

N/A

N/A

DBB-104-H3

DBB-104-H3

DBB-104 H9

1982

1981

1982

REPLACED

REPLACED

REPLACED

N/A

MECH. SNUBBER PACIFIC
SCIENTIFIC

00392 N/A DBB-104-H9 1976 REPLACED NIA

PIPE SUPPORT 8ECHTEL N/A N/A D8B-104.H16 1982 REPLACED NO



183AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date 26 JANUARY, 1994

Two North Ninth St., Allentown, PA 18101
Address

Sheet 3 of 10

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603

Unit One

DCP 924020B, WAIrs SEE REMARKS

3. Wed'erformed by Pennsylvania Power 8 Light Co.
Name

Repair Organizatioo P.O. No., Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System MAINSTEAM SYSTEM 183A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thru W72 Addenda, N111

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identi%cation of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER PACIFIC
SCIENTIFIC

N/A D8B-104-H16A 1980 REPlACED NIA

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

N/A

01263

01265

N/A

N/A

NIA

N/A

0BB-104-H16B

0BB-102-H13

D8B-102-H13A

DBB-102-H13B

1983

1982

1981

1981

REPLACED

REPLACED

REPLACED

REPLACED

NIA

NO

N/A

NIA

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

BECHTEL

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

NIA

01266

01264

N/A

NIA

N/A

DBB-103-H12

DBB-103-H12A

DBB-103-H12B

1981

1981

REPLACED

REPlACED

1982 REPLACED NO

NIA

NIA

PIPE SUPPORT BECHTEL N/A N/A DBB-105-H5 1982 REPLACED

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL NIA

NIA

N/A

DB8-1 05-H5

D8 B-1 04.H12

1980

1982

REPLACED

REPLACED

N/A



183AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power & Light Co.
Name

Date 26 JANUARY, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet

Unit

4 of

One

10

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

PO Box 467, Beiwick, PA 18603
Address

DCP 924020B, WA 0's SEE REMARKS

Repair Orpanlzation P.O. No., dob No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System MAINSTEAM SYSTEM 183A CLASS II

5. (a) Applicable Construction Code III 19 71, Edition, thru W72 Addenda, N 111

(b) Applicable Edition of Section'XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

PP&L

01499

01497

N/A

N/A

N/A

NIA

N/A

D8B-104.H12A 1978

DBB-104-H1 1982

DBB-104-H1

DBB-104-H12B 1978,

REPlACED

REPLACED

REPLACED

REPlACEMENT

N/A

N/A

NO

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

6ECHTEL

PP&L

BECHTEL

NIA

NIA

N/A

'/A
N/A

N/A

DBB-104-H2

DBB-104H2

DBB-101-H2

1982

1993

1982

REPLACED

REPLACEMENT

REPLACED

NO

NO

PIPE SUPPORT PP&L NIA N/A DBB-101-H2 1993 REPLACEMENT

PIPE SUPPORT

PIPE SUPPORT

MECH. SNUBBER

8ECHTEL

PP&L

PACIFIC
SCIENTIFIC

N/A

N/A

08628

N/A

N/A

N/A

DBB-103-H10 1982

DBB-103-H10

DBB-103-H10A 1981,

REPLACED

REPLACEMENT

REPLACED

NO

NO

N/A



183AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 26 JANUARY, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

5 of

One

10

PO Box 467, Betwick, PA 18603
Address

DCP 92~20B, WAIrs SEE REMARKS

Repair Orpaoizaiion P.O. No. ~ Job No., eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System MAINSTEAM SYSTEM 183A CLASS II

S. (a) Applicable Construction Code I I I '9 71 Edition, thiu W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIPM

6. Identilication of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL N/A

'/A

N/A DBB-104-HS 1982

D8B-103-H10B 1981 REPLACED

REPLACED

NIA

No

PIPE SUPPORT PP&L NIA N/A 'DBB-104-HS 1993 REPLACEMENT NO

PIPE SUPPORT

PIPE SUPPORT

PIPE SUPPORT

6ECHTEL

PP&L

BECHTEL

NIA

N/A

NIA

N/A

NIA

N/A

DBB-101-H1 1982

D8B-101-H1 1993

DBB-104-H13 1982

REPLACED

REPLACEMENT

REPLACED

NO

NO

PIPE SUPPORT

PIPE SUPPORT

PP&L

BECHTEL

N/A

N/A

NIA

N/A EBD-1 13-H4 1982

D88-104-H13 1993 REPLACEMENT

REPLACED

NO

No

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PP&L

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

NIA

00169

N/A

N/A

NIA

EBD-113-H4

EBD-113-H4

EBD-113-H4

1993

1978

1979

REPlACEMENT

REPLACED

REPLACEMENT

N/A

NIA





183AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 6 of 10

26 JANUARY, 1994

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Belwick, PA 18603

Unit One

DCP 92Q020B, WA¹'s SEE REMARKS

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Orttanizatron P.O. No., Job No., eto.

~e Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System MAINSTEAM SYSTEM 183A CLASS II

5. (a) Applicable Construction Code I I I 19 71 Edition, thru Vlf72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vlf&0

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of ~

Manufacturer
Manufacturer

Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT 8ECHTEL N/A N/A DBB-105-H7 1982 REPLACED NO

PIPE SUPPORT PP&L N/A N/A DBB-105-H7 1993 REPLACEMENT

PIPE SUPPORT

'PIPE SUPPORT

MECH. SNUBBER

BECHTEL ~

PP&L

PACIFIC
SCIENTIFIC

N/A

NIA

02504

N/A

NIA

N/A

DBB-104.H10

"DBB-104.H10

DBB-104.H10 .

1982 REPLACED

1993 REPIACEMENT

1977 REPLACED

NO

N/A

PIPE SUPPORT BECHTEL NIA N/A MSL-100-H11 1982 REPLACED NO

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

PP&L

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

NIA

01637

08628

NIA

N/A

N/A

MSL-100-H11
~ 4 4k*

MSL-100-H11A

MSL-100-H11A

1982 REPLACED

1981 REPLACEMENT

1993 REPLACEMENT NO

N/A

N/A

MECH. SNUBBER PACIFIC
SCIENTIFIC

02400 N/A MS L-100-H11 B 1990 REPLACED N/A

MECH. SNUBBER PACIFIC
SCIENTIFIC

N/A, MSL-100-H11B 1977 REPLACEMENT N/A



183AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uiredb the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Date 26 JANUARY, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Sheet

Unit

7 of

One

10

PO Box 467, Berwick, PA 18603
Address

DCP 924020B, WA0's SEE REMARKS

Repair Organization P.O. No., Job No., ete.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System MAINSTEAM SYSTEM 183A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thruvtf72 Addenda, N111

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MPSO

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

PIPE SUPPORT

MECH. SNUBBER

MECH. SNUBBER

MECH. SNUBBER

MECH. SNUBBER

PP&L

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

N/A

00670

0202602808'/A

N/A

NIA

N/A

N/A

D8 B-1 01-H10 1993

DBB-101-H10A 1979

DBB-101-H10B 1983

DBB-101-H10B 1978

DBB-101-H10A 1982

REPLACEMENT

REPLACED

REPLACEMENT

REPLACED

REPLACEMENT

NO

NIA

N/A

N/A

N/A

PIPE SUPPORT BECHTEL N/A N/A EBD-113-H2 1982 REPLACED

MECH. SNUBBER PACIFIC
SCIENTIFIC

06803 N/A EBD-113-H2A 1978 REPLACED N/A

MECH. SNUBBER

PIPE SUPPORT

MECH. SNUBBER

PACIFIC
SCIENTIFIC

BECHTEL

PACIFIC
SCIENTIFIC

00168

N/A

N/A

N/A

N/A

EBD-113-H6 1993

EBD-113-H6 1980

EBD-113-H2B 1979 REPLACED

REPLACED

REPLACED

NIA

N/A

PIPE SUPPORT BECHTEL NIA N/A EBD-113-H9 1993 REPLACED





183AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.

Two North Ninth St., Allentown, PA 18101
Address

Date 26 JANUARY, 1994

10Sheet 8 of

2. Plant Susquehanna Steam Electric Station
Name

Unit One

PO Box 467, Berwick, PA 18603
Address

DCP 924020B, WA5's SEE REMARKS

Repair Orgaoizabon P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentificatlon of System MAINSTEAM SYSTEM 183A CLASS II

5. (a) Applicable Construction Code I II '9 71 Edition,

(b)'Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, N f11 Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Sedal No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL

PP&L

N/A

NIA

N/A

N/A

N/A

EBD-113-H9

EBD-113-H3

EBD-113-H3

1976

1982

1993

REPLACED

REPLACED

N/A

NO

REPLACEMENT NO

PIPE SUPPORT BECHTEL N/A N/A EBD-110-H15 1982 REPLACED NO

MECH. SNUBBER

PIPE SUPPORT

PACIFIC
SCIENTIFIC

BECHTEL-

03519

NIA

N/A

N/A

EBD-110.H15 1977

'BD-110-H161982

REPLACED

REPLACED

N/A

NO

PIPE SUPPORT PP&L N/A N/A EBD-110-H16 1993 REPLACEMENT NO

PIPE sUPPQRT 8ECHTEL NIA N/A MSL-100-HS 1982 REPLACED

MECH. SNUBBER

MECH. SNUBBER

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

02573

14780

N/A

N/A

MSL-100-HSA 1977

MSL-100-H5B 1983

REPLACED

REPLACED

NIA

~ N/A

PIPE SUPPORT BECHTEL N/A N/A MSL-100-H6 1982 REPLACED NO
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183AII

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date 26 JANUARY, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet

Unit

9 of

One

10

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

PO Box 467, Berwick, PA 18603
Address

DCP 924020B, WAIrs SEE REMARKS

Repair Organization P.O. No., dob No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

zL IndentiTicatlon of System MAINSTEAM SYSTEM 183A CLASS II

5. (a) Applicable Construction Code I I I 19 71 Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda,
" NI11 Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

PP&L

02570

02569

N/A

NIA

NIA

N/A

N/A

MSL-1$4H6A 1977

MSL-100-H6B 1977

MSL-100-H2 1982

"'MSL-100-H2 1993

REPLACED

REPLACED

REPLACED

REPLACEMENT

N/A

NIA

NO

'NO

MECH. SNUBBER

MECH. SNUBBER

PIPE SUPPORT

PIPE SUPPORT

PACIFIC
SCIENTIFIC

PACIFIC
SCIENTIFIC

BECHTEL

PP&L

01638

08613

N/A

NIA

N/A

NIA

N/A

N/A

MSL-100-H2

MSL-100-H2

MSL-100-H1

""MSL-100-H1

1982

1981

1982

1993

REPLACED

REPLACEMENT

REPLACED

REPLACEMENT

N/A

N/A

NO

NO

PIPE SUPPORT BECHTEL N/A N/A MSL-100-H9 1982 REPLACED

PIPE SUPPORT

MECH. SNUBBER

PP8L

PACIFIC
SCIENTIFIC

NIA

02396

NIA

NIA

"'MSL-100-H9

MSL-100-H9B

1993

1989

REPLACEMENT

REPLACED

NO

N/A
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183AII
FORM NIS-2 OWNER'S REPORT FOR REPAIRS'OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power 8 Light Co.
irame

26 JANUARY, 1994

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 10 of

Unit One

10

PO Box 467, BenNick, PA 18603
DCP 924020B, WAffs SEE REMARKS

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repau Organisation P.O. No., dob No., ere.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System MAINSTEAM SYSTEM 183A CLASS II

5. (a) Applicable Construction Code III 19 71 Edition, thiu W 72 Addenda, N<11 Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Rephcement

ASME
Code

Stamped
(Yes or

No)

MECH. SNUBBER PACIFIC
SCIENTIFIC

02583 N/A F 00

'SL-100-H9B

1978 REPLACEMENT N/A
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' UNIT 1 SEVENTH RKFUKI ING'ANDINSPECTION OUTAGE
K8rS CODE REPAIR AND REPLACEMENT SUMMARY

1.0 INTRODUCTION

This summary identiTies the work performed on ASME Section XI (Classes 1, 2, &3)
and ASME Section VIIIitems for which E&S Construction has NIS-2 responsibility. The
majority of this work was performed during Unit 1 Seventh Refueling and Inspection
Outage.

2.0 CODE COMPLIANCESUMMARY

Allwork on ASME Section XI (Classes 1, 2, & 3) items meet the requirements of IWA-.
4000(Repair Procedures) and IWA-7000 (Replacements) ofASME Section XI, 1980
Edition thru Winter 1980 Addenda.

3.0 REPAIR AND REPLACMENT SUMMARY

Work in this area consists of Work Authorizations for Section XIRepairs and
Replacements, and Sections I and VIIIRepairs.

3.A SECTION XIREPAIRS AND REPLACEMENTS

SYSTEM/CLASS
WORI< AUTH.

NUMBER DESCRIPTION

016A-III

024A-III

S24299

P22029
S24988
P24414
S34015

Repair 20" Butterfly Valve

Replace Heavy Hex Nuts
Repair Small Pipe Support
Replace Nuts and Studs
Replace Heavy Hex Nuts

054A-III

054B-III

099-III

134D-III

P22029

S24478

S24187

S33521
S33422
S33462

Replace Bolting in Flanges

Replace Lcvcl Element

Replace Nuts and Studs

Replace Flex Hose IE231D
Replace Flex Hose 1 E231B
Replace Flex Hose 1E231A

1of7
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SYSTEM/CLASS
WORK AUTH.

NUMBER DESCRIPTION

134K-III

134F-DI

S33420
S34751

S24870
S34628
S34628
S23736

Replace Upper Flex Hose 1E229B
Replace Lower Flex Hose 1E229B

Replace Lower Flex Hose 1E228A
Replace Upper Flex Hose lE228A
Replace Lower Flex Hose 1E228A,
Replace S.S. Flex Hose 1E228A

134G-ID

134K-II

135B-III

S33329
S33329
S33419
S33421

S15390

S33778
S33779
S33780
S33781
S16713
P35133

Replace Lower Flex Hose 1E230C
Replace Upper Flex Hose 1E230C
Replace Lower Flex Hose 1E230D
Replace Lower Flex Hose 1E230A

Replace Pipe Support HBD-1039-H15

Replace Leak-Off Plugs
Replace Leak-OffPlugs
Replace Leak-OffPlugs
Replace Leak-OffPlugs
Replace Leak-Off Plugs
Replace Nuts and Studs

149A-II S13957
S14501
S14871
S15339
S15196
S15197
S24371
S33042,

S23675
S23675
S24540
S34481
S34588
S34620
H30514
830514

Replace Leak-Off Plugs
Replace Leak-Off Plugs
Replace Leak-OffPlugs
Replace Leak-Off Plugs
Replace Disc in Valve

SV12362A'epair1" Solenoid Valve
Replace Leak-OffPlugs
Replace Leak-Off Plugs
Replace Leak-Off Plugs
Grind offHead of Leak-Off Plug
Replace Leak-Off Plugs
Replace Strut on Line GBB-114
Replace Leak-Off Plugs
Replace Bracket on Line GBB-109-838
Replace Disc on Valve HV151F02SA
Replace Bonnet Stud on Valve HV151I'02SA

2of7





WORK AUTH.
SYSTEM/CLASS NUMBER

830514
S23355
S34841

DESCRIPTION

Repair 18" Gate Valve HV151F028A
Replace Leak-OffPlug
Replace Valve 151029

1498-D

1498-IXI

149 G-I

149 G-II

1508-II

151A-I

151 A-II

1528-0

154A-III

S34840

P25056

S34624

S23718
S23718
S24950

S24606
S33463
S33463
S03500
S24498

S14779
S14780

S14805
S14805
S24829
S23829
S24866
S23931
S23931
S33842
S33935
S33974
S33957

S23793
S23793
S24452

Replace Valve 151F1248

Replace angle on SP-HBD-5031-H2004

Replace Stem/Disc in Valve 1-51-102

Replace Valve PSV 1551F029
Replace Leak-OffPlug
Replace 1" Piping on SP-HBD-564-1

Replace Stem/Disc Assembly
Replace Stem/Disc Assemblies
Replace Backseat Bushing
Resubmission ofNIS-2
Replace Plug in Valve 152I<'0078

Replace Leak-OffPlug
Replace Leak-OffPlug

Replace Spring Housing
Replace Hex Head Bolts
Replace Leak-OffPlug
Seal-Weld Leak-OffPlug
Machine Valve HV155F<001 for Disc fit
Replace BackSeat Bushing
Replace Stem/Disc Assembly
Replace Disc in Valve HV155I<'001
Replace Plug and Stem
Replace Stem/Disc Assembly
Replace Stem. Disc Assembly

Replace Valve HV08693A
Replace Nuts and Studs
Replace Valve HV1102482

3of7





WORK AUTH.
SYSTEM/CLASS NUMBER DESCRIPTION

161A-III

155B-II

161B-111

162A-I

S24447
S24447
S2364S
S24954

S34715
S34715
S34724
S34724
S34725
S34725
S34727
S34727
S34695
S34695
S34752
S34773
S34843
S35234
S35234
S43022
S43037
S43037
S4304S
S4304S
S43067
S15213

S23SSO

S23S80

820341
820341
820342
820342
H20343
820343

Replace Leak-OffPlug
Fabricate New Leak-Off Plug
Replace Bonnet on Valve 145029A
Replace Leak-Off Plug

Replace Stem/Disc Assembly(s)
Chase Threads/Lap Seat of Valve
Replace Stem/Disc Assembly(s)
Chase Threads/Lap Seat ofValve
Replace Stem/Disc Assembly(s)
Chase Threads/Lap Seat of Valve
Replace Stem/Disc Assembly(s)
Chase Threads/Lap Seat ofValve
Replace Stem/Disc Assembly(s)
Chase Threads/Lap Seat ofValve
Replace ¹itrogen Accumulator
Replace Nitrogen Accumulator
Replace Nitrogen Accumulator
Replace Stem/Disc Assembly(s)
Chase Threads/Lap Seat of Valve
Replace Nitrogen Accumulator
Replace Stem/Disc Assembly(s)
Chase Threads/Lap Seat of Valve
Replace Stem/Disc Assembly(s)
Chase Threads/Lap Seat of Valve
Replace Nitrogen Accumulator
Replace Nitrogen Accumulator...

Replace Stem/Disc Assembly(s)
Replace BackScat Bushing

Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts

4 of 7



SYSTEM/CLASS
WORK AUTH.

NUMBER DESCRIPTION

82034S
H2034S
820349
820349
H20350
820350
H20351
H20351
H20352
H20352
H20354
H20354
820355
820355
820356
820356
820357
H20357
820358
820358
H20359
H20359
H20360
820360
820361
H20361
820362
820362
820363
820363
820364
H20364
820366
820366
820365
820365

Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts

'eplaceControl Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace E<ight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace E<ight Housing Bolts
Replace Control Rod'Drives
Replace E<ight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts
Replace Control Rod Drives
Replace Eight Housing Bolts

5of7
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WORK AUTH.
SYSTEM/CLASS NUMBER DESCRIPTION

H20367
S34920
S34915
S23590

Replace Control Rod Drives
Remove Pipe Clamp
Replace Bracket Sc Load Pin
Re submission of NIS-2

164A-I

164A-II

164B-I

164D-II

X73A-II

173 C-II

S43091
S43091

S13298

S34914

S34766

S34940

S23 683
S23683
S23683

Refabricate Hangers
Replace Valve XV-1427<0596

Replace Disc in Valve SV12374

Blend Out Indications on Pipes

Replace Rod on SP Hanger

Replace Leak-OffPlug

Replace Valve 15713$
Replace 1" Piping on SP-HCB-108-3
Install New Hanger Clips

183A-I S23901
S23898
S23898
S23900

Replace Bonnet on Valve 141016
Replace Stem/Disc Assembly
Replace Backseat Bushing
Replace Stem/Disc Assembly

183A-II S33846
S33846
S34064
S24103
S24103
S34387
S34387
S34571
S34581
S34596
S34595
S23899

Replace Valve LSL-10112A-R1
Replace 1" Piping on SP-DBB-102-6
Replace Leak-Off Plug
Replace Valve LSL-10108-TOP
Replace 1" Piping on SP-DBB-105-3-33
Replace Stem/Disc Assembly
Replace Backseat Bushing
Replace Level Switch LSL 10108
Replace Level Switch LSL 10112D
Replace Level Switch LSHH 10112D
Replace Level Switch LSL 101 12A
Replace Bonnet on Valve HVX4XF020

183D-III S34789 Remove, Rotate, and Reweld Bracket

6of7



WORK AUTH.
SYSTEM/CLASS NUMBER DESCRIPTION

183K-111

183F-II

S34838
S34838
H30334
S35024

S23839
S23839
S23839

Replace Eye Rod Arm End
Replace Heavy Hex Nuts
Replace Hex Nuts
Replace Rod Eye End

Replace Jam Nuts on Hangers
Replace Rod Eye Ends on Hnagers
Replace Load Stud on Hanger

3.B) SECTION I 4 VIII REPAIRS

027A

027B
I

S33712

S20901
S30538
S23425

Repair Electrode Bushings

Repair Electrode Bushings
Repair Electrode Bushings
Cut and Weld to replace Union

'7 of 7
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016A III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St.. Allentown, PA 18101
Address

Susquehanna Steam Electric Station

PO Box 467, Berwick, PA 18603
Address

Sheet 1 of

Unit 1: WORK AUTHORIZATION S24299

CODE REPAIR FORM C92-016-270

Repair Organization P.O. No.. Job No., etc.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

4. Identification of System

Authorization No.

Expiration Date

RHR SERVICE WATER 016A III

N/A

N/A

5. (a) Applicable Construction Code SECTION III 19 74 Edition, NO Addenda, 1773 Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

('g Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired;
Replaced, or
Replac'ement

ASME
Code

Stamped
(Yes or

No)

1) 20" BUTTERFLY
VALVE

JAMESBURY
CORP.

ND21 3837%1 B N/A 112002 1986 REPAIRED YES

7. Description of Work SAMPLE OF VALVEBODY REMOVED FOR MATERIALTESTING

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NO ASME TESTING REQUIRED

Othe+ Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in„(2) informa-
tion ln items 1 through 6 on this report h included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept. ~ ASME, 345 E. 47th St. ~ New York, N.Y. 1001 7



FORM NIS-2 (Back)

9. Remalks N/A
Applicable Manufacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are correct and this
ASME Code, Section XI.

conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorimtion No. N/A Expiration Date N/A

Signed
Owneror ersno nee, Title VP. NUCLEAROPERATIONs "

Date Z sc

CERTIFICATION OF INSERVICE INSPECTION

'I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by ARKWRIGHTMUTUALINSURANCE CO of

WALTHAM MASSACHUSETTS have i ect the components described
in this Owner's Report during theperiod'o b H and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described in this
Owner's Report In accordance with the requirements of the ASME Code, Section XI.

~ By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable In an armer for any personal injuryor property damage or a loss of any kind arising from or connected with this

inspection. FACTORY MUTUALE G ASSOC.

(Commissions

Date

Inspector's Signature

19~i
National Board, State, Province, and Endorsements



(I
1. Owner

024A III

Pennsylvania Power 8 Light Co. Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS's

Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St.. Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

PO.Box 467, Berwick, PA 18603
Address

Sheet 1 of

Repair Organization p.O. No., Job No., eto.

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System DIESEL GENERATORS AND AUXILIARY'24ACLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru IAr80

6. Identilication of Components Repaired or Replaced and Replacement Components

Code Case

Cg Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other IdentiTication Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) TWELVE 1/2-13
HEAVYHEX NUTS

2) TWELVE 1/2 - 13
HEAVYHEX NUTS

3) SMALLPIPE
SUPPORT

PERFEX

NOVA

BECHTEL

INTERCOOLER
S/N 1129501-1

HT.NUMBER
00708FF

N/A N/A

OE505E2 1984

REPLACED'E505E2

1gg1 REPLACEMENT

REPAIREDSP.HRC-g-H2013 1982

No

NO

4) TWELVE \/2' 13 X 6
STUDS,

PERFEX INTERCOOLER
S/N 841601

0E505A2 1976 REPLACED

5) TWELVE 1/2"-13X 6"
STUDS

CARDINAL HT. NUMBER
8095311

'E505A2 ~ 1990 REPLACEMENT NO

7. Description of Work See Last Page

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure+
Other@ Pressure psi Test Temp. 'F

See Last Page

NOTE: Supplemental sheets ln form of lists, sketches, or drawings may be used; provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

\

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York„N. Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Applicable htanuractvrers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

repalrlre placement COnfOrmS tO the ruleS Of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate ofAuthorization No. Expiration Date

Signed
Owner or ers Desttrn, Title V.P.- NuCLEAR OPERATlONS

Date

CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

19~-Date

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof P NS LVANIA and employed by ARKWRIGHTMUTUALINSURANCE CO. of

WALTHAM MASSAC USE S ave i ected the components described
in this Owner's Report during the period to u 2-, and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described In this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection. FACTORY MUTUALENG ASSOC.

Commissions 7

National Board, State, Province, and Endorsements



024A III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 2 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Organization P.O. No., Job No.. etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

4. Identification of System

Expiration Date N/A

DIESEL GENERATORS AND AUXILIARY024A CLASS 3

6. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

6) 24 EA. 1/2 - 13 HEAVY
HEX NUTS

7) 24 EA. 1/2 -13 HEAVY
HEX NUTS

8) 1EA.1/2 -13HEAVY
HEX NUT

PERFEX

CARDINAL

PERFEX

INTERCOOLER
S/N 841601%

HT. NUMBER
KC8972

INTERCOOLER
S/N 841601-2

N/A

5660

0E505A2

0E505A2

0E505A1

1976 REPLACED

1976 REPLACED

1985 REPLACEMENT NO

9) 1 EA. 1/2" - 13 HEAVY
HEX NUT

NovA HT. NUMBER
M)708FF

0E505A1 1991 REPLACEMENT NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

024A III

Pennsylvania Power 8 Light Co.
trame

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 3 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Organization P.O. Na, Job No., etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System DIESEL GENERATORS AND AUXILIARY024A CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1.2

4, 5, 6, 7

P22029

524988

P24414

C92M4-141

C93424403

C9$424439

8,9 S34015 C93424495



(y

(y



I'.
Owner

, 024A ill

Pennsylvania Power & Light Co.
Name

Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Two North Ninth St.. Allentown, PA 18101
Address

Sheet 4 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Organization P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System DIESEL GENERATORS ANDAUXILIARY024A CLASS 3
'.

(a) Applicable Construction Code See Sheet 4 19 Edition, 'Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

-
Item (s)

2,9

4, 6, 8

Applicable Construction Code

ASME SECTION III; CLASS 3; 1980 EDITION; S'81 ADDENDA

ASME SECTION III; CLASS 1; 1989 EDITION; 1989 ADDENDA

ASME SECTION III; CLASS 3; 1971 EDITION;W72 ADDENDA

ASME SECTION III; CLASS 3; 1974 EDITION; S'74ADDENOA

ASME SECTION III;CLASS 1; 1989 EDITION; NO ADDENDA

ASME SECTION III; CLASS 1; 1983 EDITION; S'84 ADDENDA



(y

(g

(g



(o FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101 ~

Address

Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Sheet 5 of

Repair Orpaoization P.O. No., Job No., etc.

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System DIESEL GENERATORS ANDAUXILIARY024A CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

(y Item (s)

1,2,8,9

4, 5, 6, 7

Description of Work

REPLACED NUTS FOUND TO BE LOST OR IN UNSATISFACTORYCONDITION

TEMPORARILYREMOVED SP-HRC-9-H2013 AND REWELDED TO SYSTEM

REPLACED NUTS AND STUDS FOUND TO BE RUSTED, CUT, OR DAMAGED

Items (s) Desciption of Tests

1, 2, 3, 4, 5, 6, 7, 8, 9 „ NO ASME TESTING REQUIRED



054A III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS's

Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

1: WORK AUTHORIZATIONP22029

CODE REPAIR FORM C924)54-140

Repair Organisation P.O. No. ~ Job No., eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System EMERGENCY SERVICE WATER 054A CLASS 3

5. (a) Applicable Construction Code SEE PAGE 2 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements19 80 thru IAr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) 64 EA. 5/8 -11 HEAVY
HEX NUTS

N/A 1990 REPLACED NO

2) 64 EA. 5/8 -1 1 HEAVY
HEX NUTS

3) 32 EA. 5/8 - 11
STUDS

A8G
ENGINEERING

'HT. NO. X64638

N/A 1990 REPlACED

1992 REPLACEMENT NO

NO

4) 32 EA. 5/8"-11
STUDS

TEXAS BOLT 1980 REPLACEMENT NO

7. Description of Work REPLACE BOLTING IN FLANGES AT 011179 AND 011180

8. Tests Conducted: Hydrostatic Q Pneumatic@ Nominal Operating Pressure@ NO ASME TESTING REQUIRED
Other@ Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/a in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

r'

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Apprrcabre Manufacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are correct and this «par«apts«mant conforms to the rules of the
ASME Code, Section XI. repiir or re ptacement

Type Code Symbol. Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed Qp
Owner or Owners Oesl ee, Tnre . - NUCLEAR OPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orprovlnceof PENNS LV NIA and employed by ARKWRIG U UA NSU NCE CO. of

WALTHAM MASSACHUSETTS ha e inp ted the components described
in this Owner's Report during the period to and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Ovmer's Report In accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty; expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in a ner for any personal I%ry or property damage or a loss of any kind arising from or connected with this
Inspection. FACTORY MUTUALEN ASSOC.

Commissions
Inspector's Signature National Board, State, Province, and Endorsements

Date



(

1. Owner

064A III

Pennsylvania Power & Light Co.
Name

Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS's

Re uired b the Provisions of the ASME Code Section XI

Two North Ninth St., Allentown, PA 18101
Address

Sheet 2 of

2. Plant Susquehanna Steam Electric Station

PO Box 467, Berwick, PA 18603
Address

Unit 1: WORKAUTHORIZATIONP22029

CODE REPAIR FORM C92~140

Repair Oroanizadon P.O. No., Job No., ete.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System EMERGENCY SERVICE WATER 054A CLASS 3

5. (a) Applicable Construction Code See Sheet 2 19 Edition,

(b) Applicable EdiUon of Section XI UtiTtzed for Repairs or Replacements 19 80 thru tAP80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Item (s) Applicable Construction Code

1,3 ASME SECTION III, CLASS 3, 1971 EDITION,WINTER 1972 ADDENDA

ASME SECTION IIII,CLASS 1, 1989 EDITION, -1990 ADDENDA

ASME SECTION III, CLASS 2, 1971 EDITION,WINTER 1972 ADDENDA



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St.. Allentown, PA 18101
Address

Date

Sheet 1, of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

1: WA S24478, CRF NO C92-054-198

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Orsanttation P.O. No., Job No.. etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System EMERGENCY SERVICE WATER: SYSTEM 054B CLASS 3

5. (a) Applicable Construction Code SeCtiOn III 19 71 ~ W'72

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19, 80 thru IAf80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped'Yes

or
No)

1) SPRAY POND LEVEL
ELEMENT

2) SPRAY POND LEVEL
ELENENT

FLUID
COMPONENTS

FLUID
COMPONENTS

2030N

2512-N

LE-01201A1

LE4)1201A1

PRIOR
1990

1987

REPLACED

REPLACEMENT

No

NO

7. Description of Work REPLACED LEVEL ELEMENT DUE TO FAULTYELEMENT.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating PressureQX
Othe+ Pressure 85 psi Test Temp. 76 'F VT-92-1OO4, SE-119-3O1 ~ 1

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
- tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is

recorded at the top of this form.
r

(12/82) This form (E00030) may be obtained from the Order Dept. ~ ASME, 345 E. 47th St., New York, N. Y. 1001 7



FORM NIS-2 (Back)

9. Remarks N/A
Apptecatsfe Manufacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

conforms to the rutes of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A 'xpiration Date N/A

Signed Qr
Owner Owners Desitinee, Titie V.P. ~ NUCLEAR OPERATIONS

Date Zr~ e»/F

CERTIFICATION OF INSERVICE INSPECTION

National Board, State, Province, and Endorsements

I~ the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof P NNS LVANIA and employed by 'RKW IG T UTUALINSURANCE CO. of

WALTHAM MASSACHUSETTS ~ ~ have i pected the components described
in this Owner's Report during th'e period to r' and state that
to the best of my knowledge and betief, the Owner has pe ormed examinations and taken rrective measures described tn this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
tnspection.

FACTORY MUTUALENG SSOC.

Commissions
Inspector's Signature

Date



099 III
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Hams

PO Box 467, Berwick, PA 18603

Unit 1: WORK AUTHORIZATIONS24187

CODE REPAIR FORM C93472%10

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organizabon P.O. No., Job No. ~ eie.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System NUCLEAR COMPONENTS IN NON-NUCLEARSYSTEMS'99 CLASS 3

5. (a) Applicable Construction Code See Sheet 2 19 Edition, Addenda, Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

. ASME
Code

Stamped
(Yes or

No)

1) 24EA. 5/8 -11
HEAVYHEX NUTS

2) 24 EA. 5/8' 11
HEAVYHEX NUTS

NOVA

CONDENSER
S/N 3141

HT. CODE 2DY

2519 OE134

OE134

1975 REPLACED

1992 REPLACEMENT

3) 24 EA.5/8 -11 X41/2
STUDS

ATLAS CONDENSER
S/N 3141

" 2519 OE134 1975 REPLACED

4) 24 EA.5/8 -11X41/2
STUDS

CARDINAL HT. CODE W1 N/A OE134 1983 REPlACEMENT NO

7. Description of Work REPLACE FATIGUED NUTS AND STUDS DUE TO END BELL LEAK

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NO ASME TESTING REQUIRED
Other@ Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11. in., (2) informa-
tion in items 1 through 6 on this report is Included on each sheet, and (3) each sheet is numbered and the number, of sheets is
recorded at the top of this form.

I

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Applicable Manufacturers Data Replts to be attached

CERTIFICATION OF COMPL1ANCE

We certify that the statements made In the report are correct and this
ASME Code, Section XI.

repailrleptacement COnfOrmS tO the ruleS Of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owner's ', Tile VP - NUCLEAR OPERATIONS

Date W /9

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State ..
or Province of E S V NIA and employed by AR G U AL NSURANC CO of

WA THAM MASSACHUS S ve I c ed the components described
In this Owner's Report during the period to and'state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described In this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any armer for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection. FACTORY MUTUALENG ASSOC.

Date

Inspector's Signature

19~%

Commissions
National Board, State, Province, and ndorsements



. Pennsylvania Power & Light Co.
Name

Date 2/1'I/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

099 III

Two North Ninth St., Allentown, PA 18101
Address

Sheet 2 of

2. Plant Susquehanna Steam Electric Station
Name

Unit 1: WORK AUTHORIZATIONS241 87

3. Work Performed by Penns Ivania Power & Light Co.
Name

PO Box 467, Berwick, PA 18603
Address

CODE REPAIR FORM C93472%10

Repair Organizaiion P.O. No., Job No., eto,

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

r
Authorization No.

Expiration Date

N/A

N/A

4. Identification of System . NUCLEAR COMPONENTS IN NON-NUCLEAR SYSTEMS'99 CLASS 3

5. (a) Applicable Construction Code See Sheet 2 19 Edition, Addenda,, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Item (s)

1.3

Applicable Construction Code

ASME SECTION III, CLASS 3, 1971 EDITION, SUMMER 1971 ADDENDA

ASME SECTION III, CLASS 1, 1986 EDITION, NO ADDENDA

ASME SECTION III, CLASS 1, 1983 EDITION,WINTER 1983 ADDENDA



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uiredb the Provisions of the ASME Code Section XI

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 2 For Work Oocurnents

Repair Organization P.O. No., Job No., eto.

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St.. Allentown, PA 18101 Authorization No. N/A

Type Code Symbol Stamp None

Expiration Date N/A

4. Identification of System CORE SPRAY PUMP ROOM COOLING'34D CLASS 3

5. (a) Applicable Construction Code See Sheet 3 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements19 80 thruNP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

(g Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

- 1) 2 EA. 2 FLEX HOSE 1E231D c 1987 REPLACED NO

2) 2 EA. 2 FLEX HOSE ANAMET 002 AND003 1E231D 1993 REPlACEMENT

3) 1 EA.2 FLEXHOSE ANACONDA N/A 1E2318 < 1987 REPLACED No

4) 2 EA. 2 FLEX HOSE ANAMET N/A 1E231B 1993 REPLACEMENT NO

6) 1 EA. 2 FLEX HOSE ANACONDA 1E231A c 1987 REPlACED

6) 2 EA2 FLEXHOSE 0291 1925143-
04

1E231A 1991 REPLACEMENT NO

7. Description of Work DUE TO LEAKAGEFLEX HOSES WERE REPLACED

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure+ See Last Page
Other@ Pressure ~ psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N ln. x 11 in., (2) informa-
tion in items 1 through 6 on this report Is included on each sheet, and (3) each sheet Is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Appticable Manutacturer's Data Reports to be attactied

CERTIFICATION OF COMPLIANCE

We certify that the statements made ln the report are correct and this
ASME Code, Section XI.

repair/repiacement conforms to the rules of the
repair or replacement

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A

Signed
Owner or Owner's nee, Titte .P. NUCLEAROPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of PENNSYLVANIA and employed by AR RIG T MUTUALINSURANCE CO of
LT A ASS C USE S ve pected the components described

In this Owner's Report during the period to , and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken co ective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certilicate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable In any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection. FACTORY MUTUALENG ASSOC.

Commissions

Date

Inspector's Signature

19

National Board, State, Province, and Endorsements



134D III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Date 2/11/94

2. Plant

" Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Sheet 2 of

Repair Organitaiion P.O. No., Job No., eio.

Unit 1: See Sheet 2 For Work Documents

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

4. identification of System

Expiration Date N/A

CORE SPRAY PUMP ROOM COOLING'34D CLASS 3

5. (a) Applicable Construction Code See Sheet 3 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 ~ 80 thru Mf80

6. Identification of Components Repafred or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1.2 633521 C93-134-037

3,4

5,6

S33422

S33462

C93-1 34-022

C93-134425





(

1. Ovmer

1340 III

Pennsylvania Power 8 Light Co. Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Two North Ninth St., Allentown, PA 18101
Address

Sheet 3 of

2. Plant Sus uehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603

Unit 1: See Sheet 2 For Work Documents

Address

3. Work Performed by PennSylVania POWer 8 Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

Repair Orttardzation P.O. No.. Job No. ~ eto.

Type Code Symbol Stamp None

4, identification of System CORE SPRAY PUMP ROOM COOLING 134D CLASS 3

5. (a) Applicable Construction Code See Sheet 3 19 EdiUon, Addenda,
(b) Applicable Edmon of Section XI Utilized for Repairs or Replacements 19 '0 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Applicable Construction Code

1, 2, 3, 4, 5, 6 ANSI B31.1 (THESE ARE NON CODE HOSES CONNFCTING CODE,ITEMS AND THEREFORE

TRACEABILITYSHALLBE MAINTAINED.)



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS's

Re uiredb the Provisions of the ASME Code Section XI

134D III

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

'usquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Sheet 4 of

Unit 1: See Sheet 2 FOr WOrk DOCumentS

Repair Organization P.O. No., Job No. ~ etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identificatfon of System CORE SPRAY PUMP ROOM COOLING'34D CLASS 3

5. (a) Applicable Construction Code See Sheet 3 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Items (s) Desciption of Tests

1,2

3,4

5,6

VT-2 DURING SE<54301; 120 PSIG; 55'F; VT-93461

VT-2 DURING SE-054301; 120 PSIG; 55'F; VT-93462

VT-2 DURING SECS%301; 120 PSIG; 55'F; VT-93078



(~
1. Owner

134E III

Pennsylvania Power & Light Co.
Name

Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St.. Allentown, PA.18101
Address

Sus uehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 1 'bf 4

1: See Sheet 2 For Work Documents

Repair Oroarrizarln P.O. No.. Job No., eto.

3.Work Performedby PennSylVania POWer 8 Light CO.
Name

Type Code Symbol Stamp None

Two North Ninth St.. Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System HPCI PUMP COOLING ROOM'34E CLASS 3

5. (a) Applicable Construction Code See Sheet 3 19 Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Rephcements 19 80 thiu W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Nameof
'omponent

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) 2 UPPER FLEXHOSE ANACONDA N/A 1E2298 <1987 REPLACED NO

2) 2 UPPER FLEX HOSE 105144 N/A 1E2298 1987 REPLACEMENT NO

,3) 2 LOWER FLEX
HOSE

4) 2 LOWER FLEX
HOSE

ANACONDA

ANAMET

, N/A N/A ," 1E229B

1E2298

1987 REPLACED

REPLACEMENT NO

7. Description of Work FLEX HOSES WERE'REPLACED DUE TO LEAKAGE

8. Tests Conducted: Hydrostatic, Pneumatic@

Other+ Pressure psi

Nominal Operating Pressure+ „See Last Page

Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on'his report is included on each sheet, and (3) each sheet Is numbered and the number of sheets is
recorded at the top of this form.

(12/82) 'his form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St. ~ New York, N.Y. 1001 7



FORM NIS-2 (Back)

9. Remarks N/A
Applicable Manufacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

«pat««pia«inert conforms to the rules of the
repair or repiacement

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A

Signed
Owner or Owners lttnee, Tt!e .P. ~ NUCLEAR OPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by .. ARKWRIGHTMUTUALINSURANCE CO ~ of

WALTHAM MASSACHUSE S ha e in ected the components described
In this Ovmer's Report during the period to /X M and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

~ By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer „

shall be liable in any manner for any personal Injury or property damage or a loss of any kind arising from or connected with this=

Inspection. FACTORY MUTUALENG ASSOC.

Commissions h/ I(
~ National Board, State, Province, and Endorsements

Date



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
's

Re uired b the Provisions of the ASME Code Section XI

134E lit

Pennsylvania Power 8 Light Co. Date 2/11/94

Two North Ninth St., Allentown, PA 18101
Address

Sheet 2 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Unit 1: See Sheet 2 For Work Documents

Repatr Organization P.O. No. ~ Job No. ~ eto.

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101

address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System HPCI PUMP COOLING ROOM'34E CLASS 3
r

5. (a) Applicable Construction Code See Sheet 3 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number , Code Repair Form No.

1.2 S 33420 C93-13441 9

3,4 S34751 C93-134-1 48





(

1. Owner

134E III

Pennsylvania Power & Light Co. Date, 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS's

Re uired b the Provisions of the ASME Code'Section XI

2. Plant

Two North Ninth St.. Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 3 of 4

Unit 1: See Sheet 2 For Work Documents

PO Box 467, Betwick, PA 18603
Address Repair Organization P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System .HPCI PUMP COOLING ROOM'34E CLASS 3

5. (a) Applicabte Construction Code See Sheet 3 19 Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Item (s) Applicable Construction Code

1,2,3,4 ANSI B31.1 (THESE ARE NON-CODE HOSES CONNECTING CODE ITEMS ANDTHEREFORE

TRACEABILITYSHALLBE MAINTAINED.)



Cg

(~



134E III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 4 of

2/1 1/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit 1: See Sheet 2 For Work Documents

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Orris nization P.O. No., Job No., eio.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System HPCI PUMP COOLING ROOM'34E CLASS 3

5. (a) Applicable Construction Code See Sheet 3 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

n

Items (s)

3,4

Desciption of Tests

VT-2 PERFORMED DURING SE~01-2 125 PSIG; 73'; VT-93-104

VT-2 PERFORMED DURING SE454301-2; 117 PSIG; 52'; VT-934i7



134F tll
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Sus uehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Organization P.O. Na Job No. eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System RCIC PUMP. ROOM COOLING'34F CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Casa

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) 2 LOWER FLEX
HOSE

2) 2 LOWER FLEX
HOSE

ANACONDA

ANAMET

N/A

0291-192514L3-
16

1E228A

1E228A

1987

1991

REPLACED

REPLACEMENT No

3)2 UPPERFLEXHOSE

4) 2 UPPER FLEX HOSE

ANACONDA

ANAMET

1E228A

1E228A

1987

0

1987

'EPLACED

'EPLACEMENT

NO

NO,

5) 2" LOWER FLEX
HOSE

6) 2 LOWER FLEX
HOSE

ANAMET

0291-1 9251 93-
16

1E228A

'E228A

1991

"
1993

REPLACED

REPLACEMENT

No

NO

7. Description of Work FLEX HOSES WERE REPLACED DUE TO LEAKAGE

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressurrcj See Last Page

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8% in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on'ach sheet, and (3) each sheet is numbered and the number of sheets ls
recorded at the top of this form.



FORM NIS-2 (Back)

9. Remarks N/A
Applicable Manutacttrrers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

repatrrreptacernent conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners sipnee, liCe Y.P. - NUCLEAR OPERATIONS

Date ,19

CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

I, the undersIgned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or province of PENNSYLVANIA and employedby A IG U UA SU ANC CO of

W T AM ASS CHUSE S have I ected the components described
in this Ovmer's Report during the period rN & to X M ",and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report fn accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable ln an manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection. FACTORY MUTUALEN ASSOC.

Commissions 8 'J
National Board, State, Province, and Endorsements .

Date 19



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired by the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Date 2/1 1/94

Sheet 2 of

unit 1: See Sheet 3 For Work Documents

3. Work Performed by

Address

Pennsylvania Power & Light Co.
Name

Repair Organization P.O. No., Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System RCIC PUMP ROOM COOLING'34F CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Code Case

(y Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other IdentiTication Year
Built

Repaired,
Replaced, or

. Replacement

ASME
Code

Stamped
(Yes or

No)

7) 2 S.S BRAIDED
FLEX HOSE

8) 2 S.S BRAIDED
FLEX HOSE

ANAMET

N/A

N/A

1E228A

1E228A

1990

1987

REPLACED

REPLACEMENT

NO



134F III

Pennsylvania Power 8 Light Co. Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 3 of

Unit 1: See Sheet 3 For Work Documents

Repair Organiaabon P.O. No., Job No., ete.

3. Work Performed by PennSylVania POWer 8 Light CO. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System RCIC PUMP ROOM COOLING 134F CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

'

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

1,2

3,4

5,6

S24870

S34628

S34628

C93-1 34424

C93-134-1 20
rr

C93-134-121

7,8 S23736 C92-134-133



134F III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Required b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 4 of

2/1 1/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Organization P.O. No., Job No., ete.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System RCIC PUMP ROOM COOLING'34F CLASS 3

5. (a) Applicable Construction Code See Sheet 4 18 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vir80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s)

1 ~ 2, 3, 4, 5, 6,7,8

Applicable Construction Code

ANSI B31.1 (THESE ARE NON CODE HOSES CONNECTING CODE ITEMS AND THEREFORE

TRACEABILITYSHALLBE MAINTAINED.)



134F, III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 5 of

2/1 1/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Organization P.O, No., Job No. ~ etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A.

4. Identification of System RCIC PUMP ROOM COOLING 134F CLASS 3

5. (a) Applicable Construction, Code See Sheet 4 19 'dition, 'ddenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu Vtf80

6. Identification of Components Repaired or Rephced and Replacement Components

Code Case

Items (s)

1.2

3, 4, 5, 6

Desciption of Tests

VT-2 DURING SE4&Q01-1; 114 PSIG; 55'; VT-93-277

VT-2 DURING SE454301-1; 97 PSIG; 50'; VT-934$

7,8 VT-2 DURING SE 054301-1;120 PSIG; 67'F;VT-92-787





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS's

Re uired b the Provisions of the ASME Code Section XI

134G III

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

4

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Orsarrizaiion P.O. No. ~ Job No., etc.

3. Work Performed by Penns Ivania Power 8 Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System RHR PUMP ROOM COOLING 134G CLASS Ill

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,
(b) Applicable Edition of Section XI UtiTized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serhl No.

'ational Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) 2 LOWER FLEX
HOSE

ANACONDA N/A 'E230C 1987 REPLACED

2) 2" LOWER FLEX
HOSE

V

0291-1 925142-
19

1E230C 1991 REPLACEMENT NO

3) 2 UPPER FLEX HOSE ANACONDA 1E230C 1987 REPLACED NO

4) 2 UPPER FLEX HOSE ANAMET 0291-19251 02-
13

1E230C 1991 REPLACEMENT

5) 2 LOWER FLEX
HOSE

ANACONDA 1E230D 1987 REPLACED NO

6) 2 LOWER FLEX
HOSE

ANAMET S/N 0291-1 9251-
02-27

1E230D 1991 REPLACEMENT

7. Description of Work FLEX HOSES WERE REPLACED DUE TO LEAKAGE

8. Tests Conducted: Hydrostatic Pneumatic+
Other+ Pressure psi

Nominal Operating Pressure@
Test Temp. 'F

See Last Page

(

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 1001 7

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.



FORM NIS-2 (Back)

9. Remarks N/A
Apptrcable Manufacturer's Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

repairirepiacernent COnfOrmS tO the ruleS Of the
repair or replacement

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A

Signed
Owner or Owners Itnee, TiNe .. - NUCLEAR OPERATIONS

Date ~ tg

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel inspectors and the State
orProvinceof P N S LV NIA and employedby - A G U UA INSURANCE CO. of

W A SS C USE S ha e inp ted the components described
In this Owner's Report during the period to ~ and state that
to the best of my knowledge and belief, the Ovmer has perform examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By sIgning this certificate neither the Inspector nor his employer maKes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable ln any manner for any personal Injury or property damage or a loss of any kind arising from or connected with this
inspection. FACTORY MUTUALENG ASSOC.

Date

Inspector's Signaturetg~'ommissions National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
'As Re uired b the Provisions of the ASME Code Section XI

534G III

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet 2 of 4

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by Pennsylvania Power 8 Light Co
Name

PO Box 467, Befwick, PA 18603
Address Repair Ortianizatron P.O. No.~ Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System RHR PUMP ROOM COOLING 134G CLASS III
I

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru IAf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case ~

7) 2 LOWER FLEX
HOSE

8) 2 LOWER FLEX
HOSE

ANACONDA

ANAMET

1E230A 1987 REPLACED

1993 REPLACEMENT

NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

134G III

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

2/11/94

3 of 4

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Oirraoiaarion p.o. No., Job No., eto.

3. Work Performed by PennS IVania POWer & Li ht CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Identification of System RHR PUMP ROOM COOLING 134G CLASS III

S. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1,2,3,4 S33329 C93-134415

5,6

7,8

833419

S33421

C93-1 34421

C93-134423





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

134G III

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

2/11/94

4 of 4

2. Plant Sus uehanna Steam Electric Station
Name

PO Box 467, Befwlck, PA 18603

Unit 1: See Sheet 3 For Work Documents

Address

3. Work Performed by PennS IVania POWer & Light CO.
Name

Type Code Symbol Stamp None

Repair Organizabon P.O. No., Job No., eto.

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System RHR PUMP ROOM COOLING 134G CLASS III

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identilication of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Applicable Construction Code

1,2,3,4,5,6,7,8 ANSI B31.1 (THESE ARE NON CODE HOSES CONNECTING CODE ITEMS ANDTHEREFORE

TRACEABILITYSHALLBE MAINTAINED.)
L

Items (s)

1,2,3,4

5,6,7,8

Desciption of Tests

Vr-2 DURING SE454401-2; 125PSIG; 68'; VT-93493

VT-2 DURING SE454-301-1; 114PSIG; 55'; VT4345





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPL'ACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

134K II

1. Owner Pennsylvania Power & Light Co.
Meme

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Neme

PO Box 467, Berwick, PA 18603
Address

Sheet 1 of

U'nit 1: WORK AUTHORIZATIONS15390

CODE REPAIR FORM C92-134-149

'eperrOrpenrsetron P.O. No.. Job rro.. etc.

3. Work Performed by PennSylVania POWer & Light CO.
rreme

'wo

North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authoitzation No.

Expiration Date

None

N/A

N/A

4. Identification of System RB CHILLEDWATER 134K CLASS 2

h

r
5. (a) Applicable Construction Code See Sheet 2 19 Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identirication of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No

National Board
No Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME'ode

Stamped
(Yes or

No)

1) LARGE PIPE
SUPPORT

2) LARGE PIPE
SUPPORT

BECHTEL

PP6L

N:A

N'A

N'A

N'A

HBD-1039-H15

HBD-1039.H15

1982

1992

REPLACED

REPLACEMENT

NO

7. Description of Work PARTIAL REPLACEMENT TO ADD REMOVABLEFLANGES.

8, Tests Conducted.'ydrostatic Pneumat~
Othe>+ Pressure psi

NOTE: Supplemental sheets in form of asts sketcnes or drawings
tion in items 1 through 6 on this report is tncludea on each sheel
recorded at the top of this form,

Nominal Operating Pressure@ NO ASME TESTING REQUIRED

Test Temp 'F

may be used. provided (1) size is 8/e in. x 11 in. ~ (2) informa-
and I3) each sheet is numbered and the number of sheets is

(12/82) This form (E00030) may be obtained from the Order Dept,. ASME. 345 E. 47th St. ~ New York, N. Y. 100I7



FORM NIS-2 (Back)

9. Remarks N/A
Apptrcable Manufacturers Oats Reports to be attachert

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this repat«epta«ment conforms to the rules of the
ASME Code. Section XI. reparr or repiacement

Type eCode Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners srpnee True,P. NUCLEAR OPERATIONS

Date /g, tg

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned. holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by AR WRIGHT MUTUALINSU NC CO of

WALTHAM MASSACHUSETTS have in cted the components described
in this Owner's Report during the period Z to o //

~ and state that
to the best of my knowledge and belief. the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code. Section XI,

By signing this certificate neither the Inspector nor his employer makes any warranty. expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report Furthermore. neither the Inspector nor his employer
shall be bable in any manner for any personal inlury or property damage or a loss of any kind arising from or connected with this
inspection FACTORY MUTUALEIIG ASSOC.

Date

Inspector's Signaturef9'ommissions National Board, State, Province, and Endorsements



134K Il

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Date 2/11/94

Sheet 2 of

Unit 1: See Sheet 1 For Work Documents

Address

3.work Performedby Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No

N/A'epair

Ortraniaatron P.O. No., Jotr No.r etc,

Type Code Symbol Stamp None

4. Identification of System

Expiration Date

RB CHILLEDWATER 134K CLASS 2

N/A

5. (a) Applicable Construction Code See Sheet 2 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identificalion of Components Repaired or Replaced and Replacement Components

Item (s) Applicable Construction Code

ASME SECTION III; CLASS 2; 1971 EDITION)W72 ADDENDA

ASME SECTION III; CLASS 3; 1986 EDITION, 1987 ADDENDA



/'



135B ill
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Beiwick, PA 18603
Address

Unit 1: See Sheet 6 For Work Documents

Repair Organiraten P.O. No.. Job No.. ete.

3. Work Performedby Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No N/A

Type codeSymbolStamp
"

NOne

4. Identification of System

Expiration Date

FUEL POOL COOLING 135B CLASS 3

N/A

5. (a) Applicable Construction Code See Sheet 7 19 Edition,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) VALVELEAK-OFF
PLUG

, ANCHOR-
DARLING

VALVE6/N
E5854.98-1

NIA 153002A 1976 REPLACED NO

2) VALVELEAK-OFF
PLUG

COLONIAL
MACHINE

HT.CODE AEM 153002A 1989 REPLACEMENT NO

3) VALVELEAK-OFF
PLUG

4) VALVELEAK-OFF
PLUG

5) VALVELEAKWFF
PLUG

PACIFIC

COLONIAL
MACHINE

PACIFIC

VALVE6/N
00456

HT. CODE AEM

VALVES/N
00544I

N/A

N/A

153004A

153004A

153006A

1976 REPLACED

1976 REPLACED

1989 REPLACEMENT

NO

NO

7. Description of Work SEE SHEET 7

8. Tests Conducted; Hydrostatic Pneumatic+ Nominal Operating Pressure+ NO ASME TESTING REQUIRED
Other@ Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in„(2) Informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017
I



FORM NIS-2 {Back)

9. Remarks N/A
Apptcable Mantrracturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section Xi

repatrrreptacement COnfOrmS tO the ruleS Of the
repau or reptacement

Type Code Symbol Stamp N/A

Certificate of Authorization No N/A Expiration Date N/A

Signed
ovmer or owners 1snee, TrtIe .. - NUGLEARopERATIDNs

Date

CERTIFICATION OF INSERVICE INSPECTION

I~
the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of PENNSYLVANIA and employed by ARKINRIG T MUTUALINSURANCE CO. of
AL AM MASSAC USETTS hav inpec ed the components described

in this Owner's Report during the period to 5, and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any ldnd arising from or connected with this
inspection. FACTORY MUTUALENG ASSOC.

Commissions

Date

Inspector's Signature

$ 9 4>~
National Board, State, Province, and Endorsements



135B Ill

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

- 1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 2 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603

Unit 1: See Sheet 6 For Work Documents

3. Work Performed by

Address

Penns Ivania Power 8 Light Co.
Name

Repair Orgairraatrorr P.O. No.. Jotr No., etc,

Type Code Symbol Stamp NOne

Two North Ninth St., Allentown, PA 18101
hd dress

Authorizatiori No.

Expiration Date

N/A

N/A.

4. Identilication of System FUEL POOL COOLING'35B CLASS 3

5. (a) Applicable Construction Code See Sheet 7 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

q Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

6) VALVELEAK-OFF
PLUG

7) VALVELEAK-OFF
PLUG

8) VALVELEAK.OFF
PLUG

COLONIAL
MACHINE

PACIFIC

COLONIAL
MACHINE

HT. CODE AEM

VALVES/N
0055-6

HT. CODE AEM

N/A

N/A

153006A

153010A

153010A

1989

1976

1989

REPLACEMENT

REPLACED

REPLACEMENT

NO

NO

NO

9) VALVELEAK-OFF
PLUG

PACIFIC VALVES/N
0057-6

N/A 1530028 1976 REPLACED NO

10) VALVELEAK43FF
PLUG

11) VALVELEAK-OFF
PLUG

12) VALVELEAK-OFF
PLUG

COLONIAL
MACHINE

PACIFIC

COLONIAL
MACHINE

HT. CODE AEM

VALVES/N
0052%

HT.CODE AEM

N/A

1530028

1530048

1530048

1976

1984

REPLACEMENT

REPLACED

REPLACEMENT

NO

13) VALVELEAK-OFF
PLUG

PACIFIC VALVES/N
004 64I

1530068 1976 REPLACED NO

14) VALVELEAK.OFF
PLUG

COLONIAL
MACHINE

HT.CODE AEM N/A 1530068 1984 REPLACEMENT NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Sheet 3 of

Un» 1: See Sheet 6 For Work Documents

PO Box 467, Berwick, PA 18603
Address

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

'I

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

Repair Organizarron P.O. No., Job No.. ere.

Type Code Symbol Stamp NOne

4. Identification of System

Expiration Date

FUEL POOL COOLING'35B CLASS 3

N/A

5. (a) Applicable Construction Code See Sheet 7 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements19 80thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

'ther Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

15) VALVELEAK-OFF
PLUG

16) VALVELEAK-OFF ~

PLUG

PACIFIC

COLONIAL
MACHINE

VALVES/N
0047%

HT. CODE AEM

N/A

N/A

153010 B

153010 B

1976

1984

REPLACED

REPLACEMENT

NO

NO

17) VALVELEAK-OFF
PLUG

PACIFIC VALVES/N
0081-6

153013 1976 REPLACED

18) VALVELEAK-OFF
PLUG

19) VALVELEAKWFF
PLUG

20) VALVELEAK-OFF
PLUG

COLONIAL
MACH.INE

WALWORTH

COLONIAL
MACHINE

HT. CODE AEM

VALVES/N
A1237

HT. CODE CGJ

N/A 153013

153023

153023

1989

1975

1989

REPLACEMENT

REPLACED

REPLACEMENT

NO

NO

NO

21) VALVELEAKWFF
PLUG

PACIFIC VALVES/N
00564I

N/A 153045 1976 REPLACED

(

22) VALVELEAK-OFF
PLUG

23) VALVELEAK.OFF
PLUG

COLONIAL
MACHINE

ANCHOR
DARLING

HT. CODE AEM

VALVES/N
E9140-1-1

N/A

153045

153114

1989

1980

REPLACEMENT

REPLACED

NO

NO



FORM NIS-2'OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

'1368 III

1. Owner Pennsylvania Power & Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

C

Sheet 4 of 7

Unit 1: See Sheet 6 For Work Documents

Repair Orssnrasrron P.O. Na, Job No., eic.

3. M/ork Performed by Penns Ivania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Identilication of System FUEL POOL COOLING 135B CLASS 3

5. (a) Applicable Construction Code See Sheet 7 19 Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda,
\

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

24) VALVELEAKWFF
PLUG

25) VALVELEAK.OFF
PLUG

26) VALVELEAK-OFF
PLUG

COLONIAL
MACHINE

PACIFIC

COLONIAL
MACHINE

HT. CODE CG3

VALVES/N
0059.6

HT. CODE AEM

N/A

N/A

153114

153002C

153002 C

1976 REPLACED

1989 REPLACEMENT

1989 ~ REPLACEMENT NO

NO

NO

27) VAI.VELEAK.OFF
PLUG

PACIFIC VALVESIN
004$ 4I

N/A 153004 C 1976 REPLACED NO

28) VALVELEAKWFF
PLUG

29) VALVELEAK.OFF
PLUG

30) VALVELEAK.OFF
PLUG

COLONIAL
MACHINE

PACIFIC

COLONIAL
MACHINE

HT. CODE AEM

VALVES/N
0048-6

HT. CODE AEM

N/A 153004C

153006C

153006C

1989 REPLACEMENT

1976 REPLACED

1989 REPLACEMENT

NO

NO

NO

31) VALVELEAK-OFF
PLUG

PACIFIC VALVES/N
0050-6

N/A 153010C 1976 REPLACED NO

t
32) VALVELEAK.OFF
PLUG

COLONIAL
MACHINE

HT. CODE AEM N/A 153010C 1989 REPLACEMENT NO



(p FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

135B III

1. Owner Pennsylvania Power & Light Co.
Name

Date
A

2/11/94

2. Plant

Two North Ninth St.. Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 5 of 7

Unit 1: See Sheet 6 For Work Documents

PO Box 467, Befwick, PA 18603
Address Repair Orsanraatron P 0 No Job No eio

3. Work Performed by
- PennSylVania POWer 8 Light CO.

Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Identification of System FUEL POOL COOLING'35B CLASS 3

5. (a) Applicable Construction Code See Sheet 7 19 Edition,. Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements19 80 thru VIP80

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identirication Year

Built

Repaired,
'eplaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

33) VALVELEAKOFF
PLUG

34) VALVELEAK.OFF
PLUG

TUFINE / XOMOX

COLONIAL
MACHiNE

VALVES/N
810387-1

HT. CODE CG3

N/A FV 15444

FV 15444

1977 REPLACED

1989 REPIACEMENT

NO

35) TWO 5/8 -11X5
STUDS

AM.STANDARD N/A 1E202A 1975 REPLACED NO

36) TWO 5/8=11XS"
STUDS

37) TWO 5/8-11 NUTS

CARDINAL

AMSTANDARD

HT. CODE K6

N/A

N/A

N/A

1E202A

1E202A 1975 REPLACED

1985 REPLACEMENT NO

NO

38) TWO 5/8-11 NUTS NOVA HT. CODE 2DY 1E202A 1992 REPLACEMENT NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

135B III

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

2/11/94

6 of,

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

unit 1: See Sheet 6 For Work Documents

Repair Ortianitatron p.O. No., Jotr No., etc.

3. Work Performed by PennSylVania POWer & Light CO.
Name

Two North Ninth St.. Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. IdentiTication of System FUEL POOL COOLING'35B CLASS 3

5. (a) Applicable Construction Code See Sheet 7 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1 ~ 2, 3, 4, 5, 6, 7, 8 S33778 C93-1 35440

9, 10, 11, 12, 13, 14, 15, 16 633779 C93-1 35441

17, 18, 19, 20, 21, 22, 23, 24

25, 26, 27, 28, 29, 30, 31, 32

33, 34

833780

S33781

S16713

C93-1 35442

C93-1 35443

C93-135489

35,36,37,38 P35133 C94-135411





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

~135B III

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 7 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit 1: See Sheet 6 For Work Documents

3. Work Performed by

Address

Pennsylvania Power 8 Light Co

Repair Oraaniaabon P.O. No., Job No.. etc.

Type Code Symbol Stamp NOne

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System FUEL POOL COOLING'35B CLASS 3

5. (a) Applicable Construction Code See Sheet 7 19 . Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Applicable Construction Code

2,4,6,8, 10, 12, 14, 16, 18,20,
22,24. 26. 28,30. 32,34

ASME SECTION III, CLASS 3, 1971 EDITION,WINTER 1972 ADDENDA,CODE CASES 1516-1 d, 1534

ASME SECTION III, CLASS 1, 1986 EDITION, 1988 ADDENDA

3. 5, 7, 9. 11, 13, 15, 17, 19, 21 ~

25, 27, 29, 31
ASME SECTION III, CLASS 3, 1971 EDITION, WINTER 1972 ADDENDA

23 ASME SECTION III, CLASS 3, 1971 EDITION,WINTER 1972 ADDENDA,code eases 1516-1., 1534, 1535-2, 1334-2

33 ASME SECTION Illr CLASS 3r 1974 EDITIONr SUMMER 1974 ADDENDA

35,37 ASME SECTION III, CLASS 3, 1971 EDITION,WINTER 1971 ADDENDA

36

38

ASME SECTION III; CLASS 1 ~ 1983 EDITION,WINTER 1983 ADDENDA

ASME SECTION III, CLASS 1 ~ 1986 EDITION, NO ADDENDA

Item (s)

1,2,3,4,5,6,7,8,9,10,11,1 2,13,14,
15.16,17,18,1 9,20,21,22,23,24,25,

26,27,28,29,30,31,32,33,34

Description of Work

REPLACE COMMERCIALGRADE LEAK-OFF PLUG WITHASME PLUG

35.36,37,38 REPLACE NUTS AND STUDS FOUND TO BE LOST



149A Il

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Susquehanna Steam Electric Station Unit 1: See Sheet 6 For Work Documents

PO Box 467, Berwick, PA 18603

3. Work Performed by

Address

Penns lvania Power & Light Co.
Name

Repair Oraanraaaon P.O. Na, Job No. ~ eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System RHR SYSTEM -POOL SPRAY PUMPS ANDAUXILIARY149A CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) VALVELEAKWFF
PLUG

ANCHOR
DARLING

VALVE8/N
E5854-27-2

HV151F024B 1977 REPIACED NO

2) VALVELEAK-OFF
PLUG

3) VALVELEAK-OFF
PLUG

4) VALVELEAK-OFF
PLUG

5) VALVELEAK-OFF
PLUG

COLONIAL
MACHINE

ANCHOR
DARLING

COLONIAL
MACHINE

ANCHOR
DARLING

HT. CODE AEM

VALVES/N
E5854-1 3-2

HT. CODE AEM

VALVES/N
E5854-2-1

N/A

N/A

HV151F024B

HV151F0068

HV151F006B

HV151F003A

1989

1975

1989

1976

REPLACEMENT

REPLACED NO

REPLACED

REPLACEMENT NO

7. Description of Work See Last Page

8. Tests Conducted; Hydrostatic Pneumatiicj Nominal Operating Pressure@

Othe+ Pressure psi Test Temp. 'F
See Page 8

r

(12/82) This form (E00030) may be obtained from the Order Dept. ~ ASME, 345 E. 47th St., New Yo/k, N.Y. 1001 7

NOTE: Supplemental sheets in form of lists, s'ketches, or drawings may be used, provided (1) size is BN in. x 11 in., (2) Informa-
tion ln items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
ecorded at the top of this form.



FORM NIS-2 (Back)

SEE ATTACHED DATAREPORTS FOR CODE-STAMPED ITEMS.
Apptrtable Manutacttrrers Data Reports to be attachert

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this repat«eptacement conforms to the rules of the

ASME Code, Section XI. tepee or replacement

Type Code Symbol Stamp N/A

Certificate of Authortaation No. NIA Expiration Date NIA

Owner or Ownet's Desi ee. Trtie .P UCLEAR OPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of PENNSYLVANIA and employedby AR IG T U UA INSURANC CO. of

AL AM MASSACHUSE S v inpected the components described

in this Ownei's Report dunng the period to , and state that

to the best of my knowledge and belief, the Owner has rformed examinations and taken corrective measures described in this

Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the

examinations and corrective measures described In this Ownei's Report. Furthermore, neither the Inspector nor his employer

shall be liable in any manner for any persona! injury or property damage or a loss'of any kind arising from or connected with this

inspection. FACTORY MUTUALENG ASSOC.

Commissions
Inspector's Signature National Board, State, Province, and Endorsements

Date



149A II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St.;Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Beiwick, PA 18603
Address

Sheet 2 of 9

unit 1: See Sheet 6 For Work Documents

Repae Oisanizaten P.O, No., Job No„ete

3.workPerformedby Pennsylvania Power & Light Co.
Name ~

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Identification of System RHR SYSTEM -POOL SPRAY, PUMPS 'ANDAUXILIARY149A CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda, Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements19, 80thru VIPBO

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

~ Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

6) VALVELEAK.OFF
PLUG

CARDINAL HT. CODE JT1 HV151F003A 1991 REPLACEMENT NO

7) VALVELEAKWFF
PLUG

8) VALVELEAK-OFF
PLUG

9) MAINDISC

ANCHOR
DARLING

COLONIAL
MACHINE

TARGET ROCK

VALVES/N
E5854-244

HT. CODE AEM

VALVES/N
75KK-2094

151F034A

151F034A

SV1 2362A

1976 REPLACED

1981 REPLACED „

1989 REPLACEMENT NO

YES

10) MAINDISC TARGET ROCK 2185 N/A SV12362A 1992 REPLACEMENT YES

11) 1 SOLENOID VALVE TARGET ROCK 75KK-209-1 SV12360A 1981 REPAIRED

12) VALVELEAKWFF
PLUG

13) VALVELEAKWFF
PLUG

ANCHOR
DARLING

CARDINAL

VALVES/N
E5854-134

HT. CODE JT-1

HV151F006C

HV151F006C

1975

1991

REPLACED

REPLACEMENT

NO

0
14) VALVELEAK.OFF
PLUG

ANCHOR
DARLING

VALVES/N
E5854-102-1

N/A 112 F078A 1977 REPLACED NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149A Il

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown. PA 18101
Address

Date

Sheet

'/11/94

3 'f
2. Plant Sus uehanna Steam Electric Station

Name
Un» 1: See Sheet 6 For Work Documents

PO Box 467, Berwlck, PA 18603
Address

3. Work Performed by PennSylVania POWer & Light CO.
Name

Two North Ninth St. ~ Allentown, PA 18101
Address

Authorization No. N/A

Reparr Oreaniaabon P.O. No., Joir No., eto,
V

Type Code Symbol Stamp NOne

Expiration Date N/A

4. IdentiTication of System RHR SYSTEM -POOL SPRAY, PUMPS AND AUXILIARY149A CLASS 2.

5. (a) Applicable construction code See Sheet-8 19 Edition, Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 ~ 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

15) VALVELEAKOFF
PLUG

16) VALVELEAKOFF
PLUG

17) VALVELEAKOFF
PLUG

COLONIAL
MACHINE

ANCHOR
DARLING

COLONIAL
MACHINE

HT. CODE
AEM

VALVES/N
E5854-25-1

HT. CODE
AEM

NIA

N/A

NIA

112F078A

151070

151070

1989

1976

1989

REPLACEMENT

REPLACED

REPLACEMENT

NO

NO

18) VALVELEAKOFF
PLUG

19) VALVELEAKOFF
PLUG

20) SWAYSTRUT
Wa1'1-9/32

ANCHOR
DARLING

COLONIAL
MACHINE

BECHTELI
GRINNELL

VALVES/N
E58 54-24-2

HT. CODE
AEM

NIA

N/A

N/A

N/A

151 F034C

151F034C

GBB-114 H4

1976

1989

1982

REPLACED

REPLACEMENT

REPLACED NO

21) SWAY STRUT
Wa1'1-9/32

GRINNELL N/A N/A GBB-114-H4 1993 REPLACEMENT



149A II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co. Date 2/11/94

Two North Ninth St., Allentown, PA 18101
„Address

Sheet 4 of 9

2. Plant Susquehanna Steam Electric Station Una 1: See Sheet 6 For Work Documents

PO Box 467, Betwick, PA 18603
Address

3. Work Performed by Penns IVania PoWer 8r Light Co.
Name ~

Two North Ninth St., Allentown, PA 18101
Address

Authorization No N/A

Repair Organizatron P.O. Nrs. Job No., etc.

Type code symbol stamp None

4. Identification of System

Expiration Date N/A

RHRSYSTEM-POOLSPRAY PUMPS ANDAUXILIARY149ACLASS2

5. (a) Applicable Construction Code See Sheet 8 t9 Edition, Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19, 80 thru thf80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

22) VALVELEAKOFF
PLUG

23) VALVELEAKOFF
PLUG

ANCHOR
DARLING

CARDINAL

VALVES/N
E58~1

HT. CODE JTI

N/A HV151F047A

HV151F047A

1976 REPLACED

1991 REPLACEMENT

NO

NO

24) SNUBBER REAR
BRACKET

BECHTEL GBB-109-H38 1982 REPLACED NO

25) SNUBBER REAl3
BRACKET

26) DISC

GRINNELL

ANCHOR
DARUNG

VALVES/N
E58&&-1

GBB-109-H38

HV151F028A

1991

1976

REPLACEMENT NO
I

27) DISC ANCHOR
DARUNG

HT. CODE
E8806

HV 151F028A 1988 REPLACEMENT

28) BONNET STUD

29) BONNET STUD

ANCHOR
DARLING

OYAKO

VALVES/N
E58544-1

HEATCODE AS

HV151 F028A

HV 151F028A

1976 REPLACED

1978 REPLACEMENT

NO

30) 18 GATE VALVE ANCHOR
DARLING

E58544-1 HV 151F028A 1976 REPAIR





149A II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ov/ner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 5 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

Unit 1: See Sheet 6 For Work Documents

PO Box 467, Berwick, PA 18603
Address

3. Work Performed by Penns Ivania Power & Light Co.
I Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No N/A

Repau Oryarrtzation P.O. No., Jotr No., eto.

Type Code Symbol Stamp NOne

Expiration Date N/A

4. Identification of System . RHR SYSTEM -POOL SPRAY PUMPS, AND AUXILIARY149A CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 BO thru VVBO

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

31) 18"GATE VALVE ANCHOR
DARLING

E5854.4-1 HV 151F028A 1976 REPAIR

32) 18" GATE VALVE

33) 1/2 LEAKOFF PIPE
PLUG

34) 1/2 LEAKOFF PIPE
PLUG

ANCHOR
DARLING

ANCHOR
DARLING

CARDINAL

E5854P-1

VALVES/N
E5854-2-2

HT. CODE JT1

N/A

N/A

HV 151F028A

HV151F003

HV151F003

1976

1976,

1991

REPAIR

REPLACED

REPLACEMENT

NO

NO

35) 1 GLOBE VALVE YARWAY C-2144 151029 REPLACED

36) 1 GLOBE VALVE VARWAY B0574 151029 1979 REPLACEMENT

37) SNUBBER REAR
BRACKET

38) 12 - 3008 GATE
VALVE

BECHTEL

ANCHOR
DARLING

S/N E5854.25-1 N/A

GBB-109-H38

151070

1991

1976

REPAIR

REPAIR



0



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149A II

1. Owner

2. Plant

Pennsylvania Power & Light Co.-
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Date 2/11/94

Sheet 6 of 9

Unit 1: See Sheet 6 For Work Documents

Address

3.Work Performedby PennSylVania POWer & Light CO.

Two North Ninth St., Allentown, PA 18101
Adrjress

Authorization No. N/A

Reparr Ortiarrrratron P.O. No., Job No., etc.

Type Code Symbol Stamp 'One

Expiration Date N/A

'4. Identification of System RHR SYSTEM -POOL SPRAY PUMPS, AND AUXILIARY149A CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 . 80 thru NP80
'I

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1,2 S1 3957 C91-149-207

3,4 S1 4501 C91-149-247

5,6

7,8

9,10

S1 4871

61 5339

S15196.

C91-1 49-250

C92-1 49403

C92-149-012

S1 5197 C92-149413

12,13

14,15

16,17,38

S24371

S33042

S23675

C92-149-173

C93-149411

C93-14&416

18,19 S 24540 C93-1 49461

20,21

22.23

S34481

S 34588

C93-1 49-1 08

C93-149-113

24,25.37 634620 C93-149-1 18





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149A II

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet ' of

2/11/94

2. Plant Sus uehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Unit 1: See Sheet 6 For Work Documents

Repair Orgarrraatroo P 0 No„dob No era

3. work Performed by Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Adrjress

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Identification of System RHR SYSTEM -POOL SPRAY PUMPS AND AUXILIARY149A CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda, Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 - 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

26,27,28,29,30

31

H30514

H30514

C93-149-127

C93-149-1 29

32 H30514 C93-149-130

33,34

35,36

623355

S34841

C93-149-133

C93-149-1 70



j FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149A II

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 8 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

Unit 1: See Sheet 6 For Work Documents

PO Box 467, Berwick, PA 18603
Address

3. work Performed by Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
'Address

Authorization No. N/A

Repari Organization P.O. No.. Job No., etc.

Type Code Symbol Stamp None

Expiration Date N/A

4. Identification of System RHR SYSTEM -POOL SPRAY PUMPS AND AUXILIARY149A CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 " 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Item (s) Applicable Construction Code

1,3,5,7,1 6,18,22,
26,28,30,31,32,33,38

ASME SECTION III; CLASS 2; 1971 EDITION;W72 ADDENDA,CODE CASES 1516-1,1534

12,14,20,21,24,25,27,37

2,4,8,15,17,19

6,13,23,34

9,10.11'9

ASME SECTION III; CLASS 2; 1971 EDITION;W72 ADDENDA

ASME SECTION III;CLASS 1; 1986 EDITION; 1988 ADDENDA

ASME SECTION III; CLASS 1; 1989 EDITION; 1989 ADDENDA

ASME SECTION III; CLASS 2; 1980 EDITION;VIP80 ADDENDA

ASME SECTION III; CLASS 2;1974 EDITION; 6'76ADDENDA

35

36

ASME SECTION III;CLASS 2; 1974 EDITION;W74ADDENDA

ASME SECTION III;CLASS 1; 1974 EDITION;W74 ADDENDA

Item (s)

1,2,3.4,5,6,7,8,9,1 0,11 ~ 12,13,14,1
5,16,17,18,19,29,21,22,23,24,25,3

3,34,35.36,37,38

No ASME testing required

Descriptions of Tests

26,27,28,29,30,31,32 VT-2 DURING SE-14R01-1, 275PSIG, 77'F VT-93-295



149A II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Date 2/11/94

Two North Ninth St., Allentown, PA 18101
Address

Sheet 9 of 9

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Unit 1: See Sheet 6 For Work Documents

Repair Orsanizaren P.O. No., Job No., eio.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp . None

Two North Ninth St., Allentown, PA 18101
Address

l

Authortzation No. '/A
Expiration Date N/A

4. Identification of System RHR SYSTEM-POOL SPRAY PUMPS ANDAUXILIARY149A CLASS2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda, Code Case
(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 BO thru VIPBO

6. Identi%cation of Components Repaired or Replaced and Replacement Components

Item (s)

1,2,3,4,5,6,7,8,12,13,14,15,16,17,
18,19

Description of Work

REMOVE COMMERCIALGRADE PLUG ANDREPLACE WITHASME PLUG

9,10,26,27

20,21

22.23

REMOVE AND REPLACE VALVEDISC

GROUND OUT ANDWELD OF BODYTO BONNET SEAL AFTER VALVEMAINTENANCE

REMOVE ANDREPLACE SWAY STRUT

REMOVE ANDREPLACE LEAKWFFPLUG

24g5

28,29

30

31

32

35,36

37

REMOVE ANDREPLACE SNUBBER REAR BRACKET

REMOVE AND REPLACE BONNET STUD

MACHINEMOUNTOF SEAT ON GATE VALVEFOR PROPER DISC RTUP

SEAL WELDANDGRIND HEAD OF LEAKOFF PLUG TO ALLEVIATEINTERFERENCE PROBLEM

REMOVALOF DEFECT BY GRINDINGON GATE VALVE

REMOVE AND REPLACE GLOBE VALVE

GRIND OUT ANDWELD BRACKETTO HANGER

GRIND OFF HEAD OF LEAKWFFPLUG AND PT WELD



r

~'"'i '.. ~ ..
L

~r

v ~

~, isli

'4« ~

~«'

> Tar et.Roc '4'af R !'E .,Far(gin ch e" gyrii e-.

32thcc(
;. ~-M~~~rf= '-.--a ennsylNa'Ifta-P4)trer () .J'igh~ ~bEClLdfinth St g kkken " rep~gQQ)7.."

~seer))ocr)e eoeess et sf ~ eseerl

Susquehanna .SES( JlS. Rt~Merwick~48603... trd hect)neo ~est

4 T
.."202539-'1 A Sh-564 630&' '"'i FLSI " " '/h it|92 ~iYpe ~ se4 ~ erne.nsanitrctmato3we ejrstfiaee 1as3 ~feei evert

i980w Minter i980& 2
seeeere .+ ~~« ~ . ~ vdseess)recite~~; s«c r " ~ v.tresses«hsrv'vr«e~«r)ls~

e. Pebr)ceced)n eccoe)ence tfr)thConst.Spec.M. 2 on)f)
evLI

Spark partS EOr CO(apfete4.ValVe a(ISetatfiy, Hodel NO. 75KSpg209nf A,y I,, 'nst-7 f)orner)cs:

Hain Di.cc W i+ ~v „«sr,

'.

~
9.

ev«. shiv|««««r« 1
s A

When eppl)cable. Cert!I)cote Holders
tr«VBQILIn's )««v)v
)tern of tMe reporc = ~

Sv n On'54V1,~c«rtc««vlf

Mh.~chic) "AQg''N~> 3'
Detr) Reports ere ettec)ted foreach

(1)

~ lv«1r

(4)
(5)
(5)
(7)
(51

l9)
(10)
(11)
(12)
l13)
list
(15)
(15l
l17)
l18)
(18)
(20)
(21)
(22l
l23)
(24l
(25)

2i69 ~
~cr vr«~

~ «« ~

N h

~ ««
~ « ~ ~ \

Pert or Appurtonerhe
SetblNumbir

Net)one)
Bee'rd No.

In Nuiner)ce) Or'der

'N/A
~ -q .. h

h
~ Nh
N A

(sett or Appwtonenci

~ ~

~ ~

~ ~ „vs. r sof>~c~ w)~

CW
(27)

(29) ~

(30)
l31)
(32)
(33)
(34)
(35)
(35)
(37)
(38)
(38)
(40)
(41)
(42)
(43)
(44)
(45)
l45l
(47)
(45)
(49)
(50l

~ ~ ~ «««

"(n ffcetter(ck 6rde'-
~ ~

~ ~ ~ « "'*'»,qp
s«««' «v '«n

'

cs

l))

(12ldd) HJ 07007.1300.
-0

IIE(X)AOPAO(AQUA

OF

0. Design pressure pN. Temp. N A
htccb ie nt

'supp4mentet Inronnedon In 0» form ot ates, sketches. or*evrhgs mey be used pro)dded II)ehe Is 8)I fc 11, I2)hronnstIonhhems 2 end 2 on dNe Osce neport
Ie hduded on sech sf»ec. I11 sech sheet Ie numbered end the number ol sheets le recorded et the top el thb lorrn.



a Sob'heal~

'gi tfgf YIf,b cbgnlmwt3 .3 ting Mn 4
~~cocococcooo') M1 ~aIII~.

~ - oc '4e4fyh dttectfQedons'e05o44
~I ~, «I ~ co mrC mO~WPOOOIVlf

Oettgnra~ certtttad by
~I m«oc

ooi ~ 'V

f03'.r~«

AH;. 5 gd bttttrao boa

.1987$ E>o
~oybatuloe

"ro~~.

moylr oI It'll ) ~ cr'Ca' 'C ««n ~ . ao C.

CGAIRN%%FCOQPLtNCK~ » -~ ~ ~~ec
~ ~ ~ m ~ P

~
" '......... 'I'fC'Cav4.nt.~'M?* .e

Vlecerdfy that'the atatementa made tn tha lapolt ale Correct end that thh fdraaet " P ~ *

COOCamo CO Ciie'CCCCm Ot COOCC«CCCai OC mc 'AERIE CoOCO,S«OCCCO CCI, CCCCkkn 1
o

wn c«II ocomcro'I'c'am'ocico.. ' -: +-"'": '":"I:""'cameo
atlatl l&I ~

~/p7/cp~
' Target Rock Corporation

elrt CeNCNIW¹rl ~ ~ ~ ~ ' ~" ~ ~ A
Ka Sa)adaor

4

~ '1

I

o

,. t,CGttifCA% Of SttIKCttPH ~, ~ ~ ~, «,I..:.
-:",a ~ Z% n ~"bar et t Mrro. ~V. rrIOCott a)«O a~ eraelt! a+3 .eW~ &m~:t .C

I, the underatctned. hotdtng e vaSd commtaaion Issued by the ftadonat Soanf of Sopor ond preaacse Veaaat Wpactora end the hte or provtnce of
'Hect Y™otic ". " -~'- d~ '-Commerciai Onion-In~rance. a

of ~ have h»p~ed lhasa Jyamadaacrtbed In tea Data ftepoq op +~e that to the
bast ofnry koqw'tedge end bagaf. the celdttcate.Hotdef.has fabdcated these parte or ~cinerama ecconfance whFepp plAR~oda. sicdon
I,Ohithn.t. Sactt part gated haa been euthortted forstar lptng On the date ahovfn!,~:.i.
Oy atgrgng thte cordftcate. nahhir the Inspector nor hta emptoyer cnakee eny warranty. ospresaed celmpgad, ooncerntog the octcdpnlant desired
tn thts Date Report. furthermore. natcher the Inspector nor htsecsployer ahaN be gable tn any roenner forony personal ~ ot property damage

oaa of erry tctnd eltatng from of connected wtlh thta ., l
H Y &AMMMMl%)ORNto

40 COLLQSQOIKP Qtj%gC„OHlO400fCL
bate

cAHhalseo -o¹ct. ea. aoccL easroosoccces eaa oceoe ei yrea woo t

oo

~ 'I

o11

o

~ ( ~ ' r
~ ~

I."I ml 1, !

<rc't l l

1 ~
I ~ flic

4 q Acao oc', r . o p ~ o '. mpIoc Loca«acrcooco arras ~ Iccc«o pccr«4IV'Jm'( co«c ~ F,"ri



M R~osted" hy th< Psssvsa)osss of the ~E Uno< s esca
~LO)h ~ >"-' -'P ~ O ~

J' c
~ th))Pr C '6

~

~

YARNAY COLORATION BLUE ELL -'' P 19422'~<'~ N'0531
~ C)fame a» ~ee of afse)o 4ws) <',R.'I v. )RRS)»7F.'6,

»» ~ h

6 pr»
6 ~

POIPRR RPO 6 6;: "!',~66 6
~sss~~~ee) ...6 t 6 l

- msslsSXPZZ;~O~ um. XXCHT .CORr~
~ ~ ~ ~r)% ~ ~

,' Leuaasoss ofPIasst .PORT'IBSON KlSSZSSlPPE -""
~ ~

~ W - ~

5»" P%15Lp csc Valise ZdeofsfscasIoss NUCLEAR--SERVICE VALVES
'

" SEC
6

SERIAL.KBjBER'(S) ~ B0571 TERU B0595
gsesef )access psteo ef eesvsee fee ~)ssscss ecsssp»ceca mes oe

'+4?'

Ca) Dsaseesssg No. 03273-0& 'sepcrcd by

))»
s

~ }5

h

'6

~ ~Cb) NatIooaI ~ No.

6. CQa~ Caa8sdoaa paI ~ "' or Ptesxsste CIaaa(pse~ ~e)opesesssse) hr
~I

Qe esatessaI ~ deasgn, eoaattsscssoa ~ d ~aaahsp eosapIsea Msh h$4E Code Seetsoa I aaaa
6

Kdsssoc, 1 974 .Adc3eida Date iGhTER 1974-
~ C ae No»

"'"XO
6

~ c ~ »

a)

)A

I

+ Caassoga

r 6

)''
)tests )fe

I

C8I .:
ates esto) Spec» )fe

S 338

I. ~ ~

ltse)efecs eeet

NOVA H01%ET
CORPORATION

6 ~

C10 NS 3385 NOVA HOWMET
CORP RA I

DISC

Cb) Fotgsssga

Y8 SA105
OMPANY-

CAPE ANN. TOOL
OMPANY

BODY

.»RV I

'l P»t i„

3. 764 82

~ ~

for ssoassssaIty opctxtecf~~
t ~'4'j .f~ ~gjesepyhrecs»ee et~as s))ey ae wee peeet)fed 0) otee le Q a g»»» Q taf~ t l4 z gg "~

eecss es»ees» oo)f 0) eecsl es»ees te ~aetwf os»a sse»eaet ef es»ee4 te ee~ ot sep ef ta4 4~~ . p," . p.

a Jsesa ggXC7e seep, obsefne J ken tt)e Osis ~ AQLQp$ I 47 ~)lee)!roe% N»Ye~~XL'

~, )Qr,'
~ 4: »SJ)0" s ".I



paeank'vcr ar v-g
P

I:

MIrrtat SyOCa CC ~

'crea aI (C) $44pa J
~c~'c cc

7

ce I

c

W»

~Ia

~-g) Ocher Parca
a ~ » a~~

w e

c ~

c
c

~ ~ ~'~ c m ~

, ~

.c

~ ~

gI ~I
ar 'e

nc..

rate c c"

a ~

ls-

8. HyIfroatatic cea 5400 'c

c

CERTlHCATlONOF DEQGH

O>S f:Eat.S ~MM ~a~
COP f.~S ~h -~s~<~~

wc I

~ c

~@a iafoclaatioo oa Gle at hTT
Scaeaa aaalyaia report eo fBe at"
9Iafga apeCHieatiOaa CC.ttlGcd b.
Screaa aaalyaia report cesDfied ly
fP Qgaatarc aot ceIfa?red Lice~ oaly

. C"e certify chat che atasctacata ow3c ia thsa report are correct»
.CO

O 'Ir~a~ YARtAY CORPORATXOIcc
lD ~ QLeee4oca~

- . N 1S91 ~, OCTOMR 21 1980 .;:,.=

CEFQHCATB Of NOP N5PECMN ".-'--:----—
I'~*a ~a

the eadecaigaed, holIflag a ~alld cocaafaaioa iaaaed by che Hatioaal Soars of Soler aad Preaaace Veaael fa'm~a S teof~~f~<'. aad eaIfIioyed by
%74T

T 1 * ha~ iaapeeted the eWpacac descdbc4 h ihta~ "
acaeccee '"""~ cce& eccce cIcec m Ae lama eI eg Ice r44~ Icgef +eIIceeIcececec
haa cooscnscced shia eqsitIeIeat ia accordaace ~ che appficaMe Sshaecciaoa oPAQ4K Code Scca boa ~

&~ ggaaag cQa cemfi cacer~sther che 4apeccor aor Lia eceploya «alcea aay vaccaacy+ ea jceiaed gr 5aygb4, coacera
gag ice ecpaagIeIeat deaccabed iacchis Daca Itcport F ac&her che Iaapecter aor lKeaaployer ~ be ~ ja aay~cr for eLay peraoaal iajary or propecty daalage or a Coaa o aay Vsad ariasag fcoat or ceoaecced erich chia jeepectioa, ~

fi
c ~ \

~ .4
I7t' it

2b
FP'Dace

' l9

' 'z~<~.";<'-P8 *'aiy- .

CtcaQ~ ~ at+cee Few4ote aae p~

: NOTUA1 SYSTEM--„'„., -.,~I"...".'j'

~ 2

,T



0 ~

0
~\

ars~m lee CcrnnCilamggmg aaTa aa~yga gnasa taRt~
As seessse(hr she tseslefee er ee A»AmCe»s Ns»ea. Lsess54 Nha l

~e ~

m ~

)
<+~~ + Anchor DarlBna Valve Co. 70l F4rst St. ~ M$1144asmort, PA 17701

Penna 1vao y'~r I U t Co ~ 2 N 9th St eiRllent~» 'PA ld101~~~»»~testes~
S/N 038% N A

c

h ~ t l ~ Pg1$ c Ncz NO ENOS '%215 ~N

Eel AtelleeQsn»e»Cs»sr»assess Mice n»»sees»as Csee»a.1971 'et '72 N/A 2

18 -300$ -Sate
' '/DV S:0; 0 ~

Note: No Nsc: Hydro PerfonIed

.3

ny
'

eeeNLty hec& aa~ aagiN >c» repen me ce»eecN ae4 aie ~seel taera ~ eyyeenc«m» de4ee4 he m ci
ieNeeeaa ~el~~~ Wa aSca m~ m
Cht «Wee% Oeae SeeccbcNae w I«eee ~ ee w&tact eC &WtCeeeiceee liNer% yea aa stt ceraS
le»s Neater & yseaaaea h ~n»ss sss ~»iae ~ ~m Deans eeeseesaaes & rw Lean 4»e»e»s~e s ass
hSaQ h a oem~ Qua $eecSca2sa W See Sea

1

RAIL '»8k~~ Anchor/~wrl ( 1falv» Co. »,

e 'CteiSCaae et Ae4ses42eciee A/12/29 c na

CEFGRCATIOti OF DGRW RN AttNiiKNANCE(~ ~icaLle)

Oeeiys iak~a4s w Se

SWOOO»eei7W ~ terse»h ~ Gle»A
~ ~

~ 2

teeL Le.tasse L»aee

~ssCLs.esae neg eae

'~ CKÃilgChTEOF 5808 lN5PKCAON

4» ~ Wet((ijee4» ~ e ep44 ceeaqiaeiee ieNNNNNI ly Ae Netieeel Seas@ el Ie»tet eel f»ee~ Veeeel
C

~C h&o 40 f04% et ~ r»eeee»e»eM @Note@ Ne lke
tie%el Oea Oeeeee m 21 eee eMe &t ce &e Ieec &my N»legit~ iewc ~~ cel%AeaN %Noes eee c~eccee are sate m~~r~~ asia ~ secaea cn.

Oy ehyahag 4ke cwe0%cear, eeiN(het Ae ieeeenet eet Me~m eae(tee eer ~ey» eeyeeowt m ieyQe4 ceeN~
lOg ChO Q4t% 4OICSlIO4 CS ChQ t5t04l Dele htgetl tOtCh~e OelChet CLO l04OOCCet Ocr Sly ~4ererAaQ 1e Qoh4 ie eer ~ lee eet yereeeel ietetg et yeeyieec7 Seeable «e leee et eel lW aaweg Sea m ~etee4'+II440 ie~Ci~

8- i';„~
I

t:- n«~»
( A»»»e»»s»» Oe»te. Lee», ree»»W» ~ No

'F.

( ~



g

~~



~ e v r sr

ment m~ ciraamWaanaai aam aarOer taa tenIAIt~~
As sew~St «5 ervelsles st «s Aeste Csas Reise. 5essee ILtris. I

<<~~> Anchor Darnq Valve Co. 701 Rrst St., M)ll4asyert. PA 17701

)
Penns ivan a" Power 5 U ht Co. ~ 2 X..9th St.BBAllentcnfn. PA 18101

„-.- ~WOSC~ ~lees
S/X IJ383l N A

y ~ '- D7252 ~~1 ~ ~ h, l4 VHv

~ ~)sc, Hez No. E8806 SA215-MCS

1971 'int 71 N/A 2

1B '3-0090-ate ~~ Qg~ eel~ e«eevsssssse

'/DV S.O; P

Note: No Nsc; Hydro Perfoyiied

ng

~ et

% eeessty hec4r sea~a awg je ~ta eeeefe ae ceve«ce eeei eeie ~«eel pefv ~ eyyeac me dehae4 he .m r ..
4eae m ~ ealee eC ~~~ ef Qe A5hlK Cehe 5eedes QL
EZht 4~$4t~ SeecCklwss 4gg $0%% Ieeeli ~ Ihe ~~Std 4C she o~ Cec&hcsN ANAtNt~ As Htf CNof.
lease Neither let eyretax~ ie 'sv rer«lleee ~~ eeeess 5seeweeeee M vne seven 5 sse Qsws~ ~~~ % cue ~~ Oeeim w Seea Seeefu

-
ale.'eaHc~

et Aeeheeiaadea

P

Anchor/Rvll Valve Co. ~

c~~a ~
CER1TFtCA'OR< Of DES'N APPURTENhfICE (~ epplicehle)

t!713

fe ts

Ssseetee «e«it«a' ~ «a Gl««e

~ re

Oasis oyeciiiceeIe cevskAe1 hf ~eel ees.aeeee ees We

WeeLC s rema eee We.

I

n 1

Veen~ Se«ee. ea«ae, rv«we««e ««4 Be«

0 ~ ~

t
~ sr

',: CHtTl$)CATE OF 5808 PtSPKCTXN

4 ehe eNefe~ hei4sg ~ fp44 ~«ice i~ hy ~ Seeieeel Swrl et Sw4r ecol lvee~ Veeeei e
C

~i the yeses «f ~ eeeeeef e «e eeei 4eea444 ie the e

Sie5al ONe Ieeefs ee Be . ace aaN she ee me heei et mr Bseeserieeee~ be5K Re stT cefonceef l4N4er eeec~ecsee ace seta es eeeefeelece sstees Bse walt cew 5eeoea cLIy ~ ~ cefs&caee, eeichef she leee«feet eef hi ~ etsyieyef ~ eey ~ya eeyfeeuel w ieaylie4 ceecefe
~eti 4eecfihOE le BSQ tOtC$4l Oele aeeefl. yetCheflRefee eelshft %he leeeeleeef eef hie ~Sieref

~heal he Nake le eey ~ ief eey yeveeeel iefresty ef yeey~ eeeaeee ef ~ leee ef Bey heei ~ leers ef ~~e~ 4ke ieeyefeiee.
~ \

o +- l: ssBZi
's

I:-
CAesmieeieee

t



M R~gjta J by @ Pgevjaioas af the A&tE &4t'atas
'-':-':-'- P O ~ 4 t:

~ ~
~

~

YARNAY CORPORATION BLUE BELL-: PA'
. ~ „,C)tsIsc L Aalssss of ttolotocaost)

\ ~
~ ~

2 lgaaofacgetcg jot Pp~R -CpRPO
CNssss~ hostess)

j. ~- KESSISSIPZI=.PD~ ~. IZGHT-.CON
~ vv

o.f >>~t -po~r 'GIBSON KISgSSIppI:=:...-.,-.,',;.'~a

>ijaatifieatioa NUCLEAR- SERVICE VALVES
'

AL 'NUMBER(S) B0571 THRU. BP595

.w., ';t i+'!7'.
~%~ FPP

Otder N

~ 'I
p'IC

1tt

60531

666 1

W lw e+lcg eOg~ ms oes~~

Ca) ~sag N~

CocuHtioa s

7 '9c taataiai

- Slsitt )ts.
' Qe~ Ss c.)t~ ltssofsct~

NOVA HOMMET
CORPORATION

iS 538Cs~ ..

~ Pi

.+ '. o

gv j ~ «
&)Ãatioaaj ~

aF o p",0'500 ysi
) 4V~Sstst ots) «Ir.

v II,

~~~P ~'ataP)jes witb hSgZ ~c Scctioia gg. ~~s-
C

~ AchPcjgja j)ato VIÃTER 1 f74, ~ 'ONE
v ~ v

~ '

C10 AMS- 5385 NOVA HOWLET
. CORPORATION

DISC

(b) Fotgiags B5 !s

Y8 SA105
COMPANY ~

CAPE ANN. TOOL-
COMPANY

BODY

1764 82

'-xy

1 Egpptcewetst sswets la f~ of Qstsi+otISS~, tsss Mac ~assa ~>sS 0) stse ls tS a Il g) tsg~
Ss ea tats ctsts ~ ls @ac&sit'o+ o 4 .. S ~of saccts ts teewded et tss sf gLts g~ '-,i,w,, „>,

. > I Av

giga.,", „'. "„.';;,«w',Q s hei gOOCP ~>o4slne4 &oa thc Oiijct~ AQlE,34S E.ATSt Hc''Ye la, ILY,IOOIT44~
> '



k'Uttr)t tat V~A aa aoh ~P, ~ * e
'V

aaaaet44 Swee

h

''
'«i~~'P,')rj.~

v )cvvr

.A ~<my

« ~

)vo ~'~ ~+~ qp, i Q '«)
'I

ao

).-(8) &deer Pans
~ ~

we

~ ~ a hc r eo ~ ~

~ ar
~ ' ~

~ V ~

no.

L Hydrostatic sea 5400 paia

CHMFICATIOHOF DBSfGR

8TT > '.ET )

(i) Pt«)f: Eng.S«ate~TSS Reg N~
(O P~f.m.S ~h Rcg.zo~4KiP

o ~ ~

VVl
~ hh

~gaa Xa)fora))ation on fife as

$«reaa sa))alysla report on Qe as" T >
'

gBigaa apecificataona certified bv ~ R

~

h
I ~

Stress analysis tepors cctWied by

Q Kg«astaire a)os re)f)aired Last aae4 o)aly

. Ve certify *at tbd atatcmeata «sade iaa «bia repoct are cocrect
..ar .

'
PO:)r~ a~~ YARNAY'OM)ORATION

a«a)e))ccaea wet)

~~f;ca„ f~~ i~ - ' 1891 ~-,, OCTOBER 21: 1980

CERDFlCATE OF'IOP INSPECTION

*o

sbe a)saderaagaae4 ~oldaaag a ~)Llid con)aaiasl«)n isa«)ed by she gationt)j Board Df Boiler aa)8 Pteaalare Vessel in
aradjor sfie State of Pro+i«)ee of aa)8 ea)iploysd by

T * ba~ hasp'tered tbe e«faaipa)ac)at deactabef ia dais ~ta
Reeacc aa

' "' ~ hoo) ocace ca c oo c)he )coc e) coo)hao )a)ae aa) )a))ef hae))oao)oehacac
laa)a co«aatraacsed «bia equioa)eea't a)a accordance ~da tbe applicable S)abaectlona of AS'odex'ection ifL

Sa sig)aiog sbia cctsifics~~itba sbe lrespector oor bia e))aployet aaabea aey ~ty, cspteaaed or is)plied conceto
iaag ke eqaaip)oent described i)a)tbis Dasa Report Fat«she«a)ance oerdaer tbe Jaapecasc ooc bia eaapfoyer abel) be fist)le i«a say
anaa)ocr for )soy perso«aaf inja)ty oc prs)perry daa)aage or ia foes of taay baad ariaia)g ftoa) o«'onnected wtb tbia iaaspectio«a,

c

o

:A))o
1

~ ea, l9'Date r
)

e.rows- '.VH Wry":
:./: ~ '.: ft«+ate)e t Swede a«alai pia))rta)ic aaht 'f«aal

* ''aa ~
'h'

'

«PART" OF '::THE:FACTO

'c

: MUTUAL SYSTEM,.'-.- .'a
)

T) S. ~
o «-4)t~



t
'

R 0 E..Fare)in da e" NY 11'~

~ sees.nate'ttsntmMofststseeafsnotsotfls3

f980& ginger f98Q~ 2 W None
setttetN mmol r eeeeptesesIWmvm %or f, I SSSSSStangtm Iona tmlrfesr, ~PI . t n tr

: le
stoss

Spare parts for completed valve assemSKys Hodel No. 75W-.,209<;„A!p r:... 'ijt-

$ . ASHIE Code, Section )II. OlvWon 11

Hain Disc W ~"

) '1.,Monu(octur»dondcort)f)odby TarSeC ROC 'htoa ow
t ~ 'Osstfffe ens soneee of let sntssete Htsssn ~ ~ .

gc 1))ft
:, > M~~opf-.p"----PS)nnaylhra)('fa-POWer S.J;Lght28 ~()itkMntb St g @bien()O" 'rsPACSfQfilt

~ptetfw eno senses el Ssteeseft

3 ~ ~ ~~t~m'. Suaquehanna .SES( QS. Rte f1 3ersriCk~.f8603... Vd bet))tten act)st r&O

"202539-1 ~ SA-56(s 630'' " '"T4FlSI" ' "''/h " '92"
I Sl

,'o''

~

(ofhce

8.
9.

ftooovtvrmmn t "" feme atrmvtv~at'tttt 'st~Pa Pftrts':SIIPatof~ea toopmmomttrtarof~'8
VmeIopppmtrra. CeoNmr a troreere'ota freprom aia mtamod forearn tram of Vrta ropmo~: ~

'," ' 'r ~ ',',..., r . ~,' ra"r .I > t ' „: ma 'n ': mm t . trna J r ~ .'ru .ftif' beesv rt p:tio)o'I .ttmmtr. 'tetr ~ m'tg .t

gO ill
sit ~ f

(4)
(G)

(5)
l7)
le)
l9)

l)0)
l11)
l12)
(13)
lt r)
(15)
l18l
(17)
(18)
(19)
(20)
(21)
l22l
l23)
(24)
(25)

2>69~
1 Wr~-

vm t

N A

Pert or Appurtenslke
'Ser)s) Number

Net)one)

BosrdNo.
in Numerks) Or'dor

~N/A
~ -g ~ A

A
~ N A

N A

- (27)

(31)
l32l
(33)
(34l
(35)
l38)
!37)
(38)
(39)
(40)
(41)
l42l
(43)
(44)
(45)
(48)
(47)
(48)
(49)
l50l

r ~ ~ . ~

Port or Appurtenance
''S'e@Nkior

"'

3 S otv ~~v

ra t ~ ~emo n«m

" Nst)onsl"
'rfe a' at "o Ite'eattrettt Ilare

' ' 'ln Numsr)con) Order "
r ~

m ~
~ I av ' «pt

= NX-.4..r.rt

e
'

~
'rm

N AN/A„0. Oes)gn pressure ps). Temp.

~

~

Ambiertf;
'uppbmentet Infonnedon In the form of sets, sttet ches, or dree&ps tney be used ptofdded I1) ebe b a)I x 11, f2) Infonnstbn In Items 2 end 3 on this oats ftepott
b Insfuded on sech sheet. 13) sech sheet b numbered snd ttw number of sheets ls recorded et ttw top of this form.

HJ 07007.2300.1)tfs form fa)0040) msy be obtsined from ttw Order Oept ASME. 22()2r88)
-0

AECMDPAQ(A(:6
PAGF~OF.

to t'o



"I fo ' e ~ ~ "3

I,.:;. -. -.',<..l.l-',"-:.:".:,'. ",:„*,:.:"./lilt'O1taa'8'.ibih 5QSA"
1

16 j" 203t.~~"-~

~I

nOQStplbl

'4eLQh d edfQatlons'ctdtflo84

Destgn r~s'art!fled by

~ onlttt4I oto:o Poo) t'll<I ff4t44f&44o4I . ~
'48<L

~ ~

EWPI4IOC4SIISle~
~ «In~Pl Ieeooo4opo it«or4oio}

n 'o 2 ~ ~ ~ P ~

twl44N4sfaw
~ p r res J'os

«OI o vI

t.D 1 t Yit,b bbgrILmwr 3 .3 3 htl <0 4
yd tg4!tlai bns bstutsst P}t

. l9875k>n

pwotttetoe IJ}ej,np~
~ ~

o~ «o«ee

ll~

~ I, I o)oil N eat '\e ~

C'XIWRN%%FCNPLIAttCK~ 2'L
~ ~ vol orr ~ Iv. gP't I

Lc Ieoe I
I Ieo 4n«vo el I

Part~It.a}~le.~'ra>< .p

. l
4

Ne cerdty that'the statements made In this report sro correct ond that thh tthesel
oo ronne roti»'nine ation votu 'ottno o4eoto4e.seettonm.pniete'no. trt«I.:" e«2.t« th vrontoe 2-.": ee..n

Itpo~nroteoinotn}i'tt'ettont}o ..: .:..: Itis.—..::. r:.o:"r}".o'44PII I 12, 2-
~ ~ ~, 'RIILPI lae

~/~ y/cg~ 'arget Rock Corporation
E. Ba]ada; irector, g A

e L~

~ P~~ ~ ~ ~~a-.san> 2 qifol L " In l 4 ~i Pr. ~to II
":vie 2% n W -WV lOI ti><at:O. 4~ rlWO!ISlro ClObuIII elasil!net.4>P>l aC Mr eC

t, tl» undersigned. hoMing a valid commission Issued by the tfstkslst Board ot eoaer and pressure vessel lflpectofs and the state of provinci ot
getr York -- - ' ~'Commerciai-Onion-Xnsttrance-C anand emp!eyed by

ot ' have ins~cted.those J«smadosclhedln this Data ~On , ond state that to the'0'«I ~ lcvi 44IISO>IWQO& le lil I
beat Ot my kOOVftedge Snd beget. the Cert%Cat.t«oktef.hSS fabffoated theae Porta Or.ePPyrtenanCea aCCOldanCe WltIlttVt~C f Odee SeICtkln

tg. Division.1 Eactt psft mated has been authorised for stN'lptng on the dsto ehovgp.abofve,

ay signing this ceftfficste. nekher the inspector nor his employer makes any warranty. eXPressed tL- impy}ed, concerning the equtpmsnt descrbed

tn this Data RepofL Furthermore, neither the inspector nor hts rnlptoysr ahstt be Sable ln any m'armer for sny personal ~ ot property dtmsge
oss of any kind adsing from or connected vtilththis ...N y ~A~~MM)Q~)ON@0

.. ISO.COutfilSMONUtetygya,oatO @CONN,
Date Con&nLsions ~ f

CA444I444 P4E LSS SIICL4IISNWHIKQ44S 4424 NN4I, NIS II4 l

'

~ ~

'

o
~ e

vkP« i =I

e

Pre
'I

vt
r
~ ",. ~ r; ~ o tron ~ o ~ o 4det I .e'va pre Ooto 2're4pr ehltro Jiol«2oIVJ«'ourn "~ ~ r op

~,I ~ \ Ql

'}erittll
I ~

'I

I: f+Y~g



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149A II

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

2/11/94

9 of 9

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Unit 1: See Sheet 6 For Work Documents

RePair Orsanizabon P.O. No., Job No., etc,

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. IdentiTication of System RHR SYSTEM -POOL SPRAY PUMPS AND AUXILIARY149A CLASS
2'.

(a) Applicable Construction Code See Sheet 8 19 Edition, Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Item (s)

1,2,3,4,5,6,7,8,12,1 3,14,15116,17,
18,19

Descfi'ption of Work

REMOVE COMMERCIALGRADE PLUG ANDREPLACE WITHASME PLUG

9,10,26,27 REMOVE ANDREPLACE VALVEDISC

GROUND OUT ANDWELD OF BODY TO BONNET SEAL AFTER VALVEMAINTENANCE

20,21 REMOVE AND REPLACE SWAYSTRUT

22,23

24,25

28,29

30

31

32

35,36

37

38

REMOVE AND REPLACE LEAKWFFPLUG

REMOVE AND REPLACE SNUBBER REAR BRACKET

REMOVE ANDREPLACE BONNET STUD

MACHINEMOUNTOF SEAT ON GATE VALVEFOR PROPER DISC FITUP

SEAL WELDANDGRIND HEAD OF LEAKOFF PLUG TO ALLEVIATEINTERFERENCE PROBLEM

REMOVALOF DEFECT BY GRINDING ON GATE VALVE

REMOVE AND REPLACE GLOBE VALVE

GRIND OUT ANDWELD BRACKETTO HANGER

GRIND OFF HEAD OF LEAKWFFPLUG ANDPT WELD



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI .

149A II

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 8 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603

Unit 1: See Sheet 6 For Work Documents

Address

3. work Performed by .Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Repair Organizabon P,O. No., Job No., etc,

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date-

N/A

N/A

4. IdentiTication of System RHR SYSTEM -POOL SPRAY PUMPS AND AUXILIARY149A CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru LV80

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Applicable Construction Code

1,3,5,7,16,18,22,
26,28,30,31,32,33,38

ASME SECTION III; CLASS 2i 1971 EDITION;W72 ADDENDA,CODE CASES 1516-1,1534

12,14,20,21,24,25,27,37

2,4,8,15,17,19

6,13,23,34

9,10,11

ASME SECTION III; CLASS 2; 1971 EDITION;W'72 ADDENDA

ASME SECTION III;CLASS 1; 1986 EDITION; 1988 ADDENDA

ASME SECTION III; CLASS 1; 1989 EDITION; 1989 ADDENDA

ASME SECTION III; CLASS 2; 1980 EDITION;vtr80 ADDENDA

29 ASME SECTION III; CLASS 2; 1974 EDITION;S'76 ADDENDA

35

36

ASME SECTION III; CLASS 2; 1974 EDITION;W74 ADDENDA

ASME SECTION III; CLASS 1; 1974 EDITION;W'74 ADDENDA

Item (s)

1,2,3,4,5,6,7,8,9,10,11,12,13,14,1
5,16,17,18,19,29,21,22,23,24,25,3

3,34,35,36,37,38

No ASME testing required

Descriptions of Tests

26,27,28,29,30,31,32 VT-2 DURING SE-149-301-1
~ 275PSIG, 77'F VT rI3-295



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149A II

1. Owner Pennsylvania Power 8 Light Co. Date 2/11/94

Two North Ninth St., Allentown, PA 18101
Address

Sheet 7 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Unit 1: See Sheet 6 For Work Documents

Repair Oriranizaaon P.O, No., Job No., etc

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

Expiration Date N/A

4. Identification of System RHR SYSTEM -POOL'PRAY PUMPS AND AUXILIARY149A CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

26,27,28,29,30 H30514 C93-149-1 27

31 H30514 C93-1 49-1 29

32

33,34

35,36

H30514

S 23355

S 34841

C93-1 49-130

C93-149-1 33

C93-149-170



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149A II

1. Owner

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Statiofi

Date 2/11/94

Sheet 6 of 9

Unit 1: See Sheet 6 For Work Documents

PO Box 467, Betwick, PA 18603
Address Repair Orrraoizaboo P.O. No., Job No., eto,

3. Work Performed by .Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

4. IdentiTication of System

Expiration Date N/A

RHR SYSTEM -POOL SPRAY PUMPS AND AUXILIARY149A CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1.2

3,4

S1 3957

S1 4501

C91-149-207

C91-149-247

5,6 S1 4871 C91-1 49-250

7,8

9,10

S15339

S15196

S15197

C92-1 49403

C92-149-01 2

C92-149%13

12,13 S24371 C92-149-173

14,15

16,17,38

18,19

20,21

22,23

24,25,37

S 33042

S23675

S 24540

S34481

S 34588

S34620

C93-149411

C93-1 49416

C93-149461

~ = C93-149-108

C93-149-1 13

C93-149-1 18





149B II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner PerInsylvania Power 8 Light Co.
Nellie

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet '1 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: Work Authorization ¹ S34840

Code Repair Form ¹ C93-149-169

Repair Organization P.O. No., Job Non eto,

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4, Indentification of System RHR SYSTEM - STEAM CONDENSING MODE 149B CLASS 2

5. (a) Applicable Construction Code See Sheet 2 19 Edition, Addenda," Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1)1" 1500¹ C.S GLOBE
VALVE

YARWAY S/N 6349 N/A 151F124B 1976 REPLACED

2)1" 1500¹ C.S GLOBE
VALVE

YARWAY S/N A8535 N/A 151F124B 1979 REPLACEMENT YES

7. Description of Work REPLACE GLOBE VALVEDUE TO SEAT LEAKAGE

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal operating pressure@ No AsME TEsTING REQUIRED

Other@ Pressure psi Test Temp. 'F,

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8Ya in. x 11 ln., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets Is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y, 1001 7



FORM NIS-2 (Back)-

SEE ATTACHED DATA REPORTS FOR CODE-STAMPED ITEMS.
Appbcabte Manutactorers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We ceNfy that the statements made in the report are correct and this
ASME Code, Section XI.

repalrlreplacement COnfOrmS tO the ruleS Of the
repas or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners Destttn, Trtte V.P. UCLEAR OPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLV NIA and employed by R RIGHT MUTUALINSURANCE CO. of

WALTHAM MASSACHUSETTS have n ecte the components described
in this Owner's Report during the period to , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective me sures described in this
Owner's Reporl in accordance with the requirements of the ASME'Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty,,expressed or Implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in an ner for any personal injury or property damage or a loss of any kind arising from or connected viith this
inspection. FACTORY MUTUALENG ASSOC.

Commissions
Inspector's Signature National Board, State, Province, and Endorsements

Date



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149B II

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

2/11/94

2 of 2

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 1 For Work Documents

Repair Organizaton P.O. No., Job No., etc,

3.work Performedby Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentification of System RHR SYSTEM - STEAM CONDENSING MODE 149B CLASS 2

5. (a) Applicable Construction Code See Sheet 2 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Applicable Construction Code

ASME SECTION III; CLASS 2; 1974 EDITION;Vtf74ADDENDA

ASME SECTION III; CLASS 1; 1974 EDITION;W74 ADDENDA
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149B III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power & Light Co. Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

PO Box 467, Berwick, PA 18603
Address

Sheet 1 of

Unit 1: Work Authorization ¹ P25056

Code Repair Form ff C93-149464

Repair Organization P.O. No., Job No., eto.

3. Work Performed by Penns Ivania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RHR SYSTEM - STEAM CONDENSING MODE 149B CLASS 3

5. (a) Applicable Construction Code SeCtiOn III 19 89 Edition, NO Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) 2X2X1/4" ANGLE BEG HTEL N/A N/A SP-HBMD1-
H2004

1982 REPLACED NO

2) 2X2X1/4" ANGLE ROANOKE HT. CODE
J4111

N/A SP.HBD-5031-
H2004

1989 REPLACEMENT NO

7. Description of Work REMOVE AND REPLACE ANGLES ON SMALLPIPE SUPPORT

8. Tests Conducted: Hydrostatic Pneumati<Q Nominal Operating Pressure@ NO ASME TESTING REQUIRED

Other@ Pressure psl Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet Is numbered and the number of sheets is
recorded at the top of this form,

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
APPIrcable Manuracturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this 'epairrrepiacement conforms to the rules of the
ASME Code, Section XI. ~ repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners Desiti ee, Title V.P - NuCLEAR OPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of N S A and employed by A IG U U SU C CO of

AM MASSAC USE S have I ed the components described
in this Owner's Report during the period to , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASMF Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described ln this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable In any manner for any personal Injury or property damage or a loss of any kind arising from or connected with this
Inspection. FACTORY MUTUALENG ASSOC.

Date

Inspector's Signature

tg~'-

Commissions
National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit 1: WORK AUTHORIZATIONS34624

CODE REPAIR FORM C93-149-125

Address

3. Work Performed by PennSylVania POWer & Light CO.
~ Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

Repair Organization P.O. No., Job No.. eto.
C

Type Code Symbol Stamp None

Expiration Date N/A

4. Indentification of System RHR SYSTEM - SHUTDOWN COOLING MODE'49G CLASS 1

5. (a) Applicable Construction Code SECTION III 19 83 Edition, S'83 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vrf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) STEM/DISC ANCHOR
DARLING

VALVES/N
'-3265-28-12

N/A VALVE141-102 1989 REPLACED YES

2) STEM/DISC ANCHOR
DARLING

HEAT NO.
1723

N/A VALVE1-51-102 1989 REPLACEMENT YES

7. Description of Work REMOVE AND REPLACE STEM/DISC IN OB VENT VALVE

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating PressureQX VT2 DURING SE-100402

Other+ Pressure 1020 psi Test Temp. 163 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8% in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept. ~ ASME, 345 E. 47th St. ~
New York, N. Y. 10017



FORM NIS-2 (Back)

SEE ATTACHED DATAREPORTS FOR CODE-STAMPED ITEMS.
Apprrcabre Manrrfacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this

ASME Code, Section XI.

repatrrreptacernent COnfcrmS tO the ruleS Of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners Desi nee, Tnle V.. - NUCLEAR OPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National BOard of Boiler and Pressure Vessel Inspectors and the State

or Province of PENNSYLVANIA and employed by ARKWRIGH UTUALINSU ANCE CO. or

WALTHAM MASSACHUSE S ve i ted the components described

in this Owne Vs Report during the period 3 to P , and state that

to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Ovmet's Report. Furthermore, neither the Inspector nor his employer
shall be liable In an manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection. FACTORY MUTUALENG ASSOC.

Commissions
InspectoVs Signature National Board, State, Province, and Endorsements

Date



~ 'FORM N-2 Npr CERTEFiCATE HOLDERS'ATA REPORT FOR NUCLEAR PART AND APPURTENANCESo

As required by the provision of the ASME Code Rules; Sccpon ill.Div. l

~ g~~ by Anchor/Oarlinq Valve Co., 701 First Sta E Milliamsport, PA 17701
ttteaae aa4 444ceaa ec l4FT cersncace ftolsert

(b) Msntcfsccttced Pennsylvania Power 8 Light Co., 2 N. 9th St., Allentown PA 18101
tftamae asc 444reea of fc certtncace ftotoer smr coasiete4 secteac comooeeao

McattCcadaH:er56cate Holder's Serial No. ofpart N/A N/A

(a) ConscctEcccd According to Dcavrinj No.
B64601 ~ >. Anchor Darlin Valve Com any

f
I (2 Pcs: ) Disc, Heat No. 1723

d

lc) dttliesaredQIECadccaeedaoln, Ediciaa ~ Akleadadsce, C~mo. Class1983 Som '83 8/A 1

1 o- 18788 -Gl obe
;fnrtef 4eeerf pctoa of oorvtee for arttalata eoaaceooot weo 4o~

A/DV S.O. P-F573-1

Te ccnify chscche scsceoeoca stsde in chis cepocc ace coccecc aod chis vessel pact or syparceaaace as define'd in dte Code con
forras co che cttlcs of coascctaccloa oE the ASME Code Seccioa QL
cThe applicable Dedsn spcctncatton and stress Repoct are noc the 'respottstbtllty of the NpT certificate Holder for parts An fpT certtf-
lctcc Holder for sppttctcnanccs is responsible for tartdchictg a separate Design specificscioo snd Stress Rcport if the sppttftcnsncc is noc
include«l ln the cotnponcnt Design Spectncatton and Stress R«port.)

. .. IQ 25. »~m@~ Anchor/Oarlrno Valve Co. E„g~~ Cecadcaoe l4d4cn

Reste of Attchocixa6oo Expires 4/15/92 CeniEicace oE hiuhocixacioa No
l

l

CEFIIFICATION GF DEB@i FOR APPURTENANCE (when cpplicablc)

N1713

Design iofocraacio«t oa file ac

Saess analysis cepocc oa nlc ac

Design spccificscio«Ls certified by Pcol. Eag.gcscc Rcg.na.

Sccess aaalysis repocc certified by Peag Eag, gcace Rea N ~

CERlIFlCATE OF SHOP lNSPECTlGN

l, chc ltrtdecsigned, holding s valid comrpissiop issatc«l by chc Naciooal Board of Boiler aod Pcessldce Vessel inspectors
Pennsylvania d, «d by Commercial Union Insurance Com any

Mass. have jgapecc pate of a press«tce vessel described ia chis
Parctal Data Rcport oa lD %5 's . aggf scace that to the best of nw haowfedce
and bcocc, the ffpr cera5cace Holder has emanxcsed this pact ln sccocdan e wtth the AsQE code section ill.

By sigctiag chis certificate, neither the laspeccoc aoc his enployec makes asy waccaocyt expressed or unplied, cogaccrn
lnc the part described ln this Parttal Octa Reposit. furthermore. aelcher the inspector nor his employer
shall be liable ia aay aaancr foc say pessoaal iajucy oc pcapeny damage oc a loss ol any tinct acisiog lco«a oc coaaecced
with ches illspeccio«L.

~eeoc Coeuaissioas Penns 1 vani a 23
;rectooot smote, ste«r, province end t«o

oS"eoteaeAIot ~Isees ~ lo r Asa ~ ~ lae\C t et ere~e«a war ae aa O Ptecceem«t) ~ Sar I~ ~ '6" a 1 1 'e (1) 1 retae«IOA lel situs 1 1 ee In« ~
ossa ~ u socaaeae oe tace oases. aee sas ceca ss eoaeoeoc ~ ~ad I sc~ se cseea R.-mteoaeoa-.

<tomi Tria form (500040lmav ba obtained from ttte Qr«ter oeoc., ASfVt5. s<5 E. 47ttl St.. Neet York. N.Y. 100t7
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149G II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

.Sheet
1* of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Oreanizabon P.O. No., Job No., eto.

3. work Performed by Penns Ivania Power 8t Light Co.
Name

'I

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

Type Code Symbol Stamp Nofle

4. Indentification of System RHR SYSTEM - SHUTDOWN COOLING MODE 149G CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Rep'laced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) 1" X 1" RELIEF VALVE LONERGAN 510138-1-2-1 N/A Psv 1551F029 1979 REPLACED YES

2) 1 X1 RELIEFVALVE

3) 1/2 LEAKOFF PLUG

AGCO

ANCHOR
DARLING

S/N N200004

VALVES/N
E9052W1

N/A

N/A 1-51483 1979

PSV 1551F029 1992

REPLACED NO

REPLACEMENT YES

4) 1/2 LEAKOFF PLUG

5) 1 PIPING

COLONIAL
MACHINE

BECHTEL

HT. CODE
87621

NIA

NIA

NIA

1-514)83

SP-HBD-564-1

1989

1982 REPLACED NO

REPLACEMENT NO

7. Description of Work See Last Page

8. Tests Conducted: Hydrostatic PneumaticQ Nominal Operating Pressure@
Other@ Pressure psi Test Temp. 'F

See Last Page

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, protrtded (1) size is 8% in. x 11 in., (2) infomia-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets ist recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

SEE ATTACHED DATAREPORTS FOR CODE-STAMPED ITEMS.
Apprcabte Manufacbrrer s Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this «pat««p»«ment conforms to the rules of the
ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A

Signed
Owner or Owner'esitinee, T V.P. - NUCLEAR OPERATIONS

Date + /b,19

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof ENNS LVA IA and employed by ARKWRIGHTMU UAL INSURANCE CO. of

WA THAM MASSACHUSET S ha e in cted tho components described
ln this Owner's Report during the period to , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer

'hall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection. FACTORY MUTUALENG ASSOC.

Commissions

Date

nspectoVs Signature.

19 ra7~

National Board, State, Province, and Endorsements



149G II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 2 of 5

Unit 1: See Sheet 3 For Work Documents

Repair Organlzabon P.O. Na, Job No., eto.

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
hddr ass

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RHR SYSTEM - SHUTDOWN COOLING MODE 149G.CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19, Edition, Addenda,

(b) Applicable Edition of Section XI UtiTzed for Repairs or Replacements 19 80 thru Mr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

6) 1" PIPING QUANEX HEAT NO.
280812

N/A
,

SP-HBD-564-1 1991 REPLACEMENT



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149G II

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Addiess

Sheet 3 of

Repair Oraanitabon P.O. No. ~ Job No., eto,

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth'St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RHR SYSTEM'- SHUTDOWN COOLING MODE 149G CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authortzation Number Code Repair Form No.

1,2

5,6

3,4

S23718

S23718

S24950

C93-149-1 17

C93-149-132

C93-149-128



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

149G II

1. Owner Pennsylvania Power & Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 4 of 5

Repair Orrranizaten P.O. No. ~ Job No.. eic.

unit 1: See Sheet 3 For Work Documents

3, Work Performed by

Address

Pennsylvania Power & Light Co.
Name

Two North Ninth St.. Allentown, PA 18101 Authonzation No. N/A

Type Code Symbol Stamp NOne

Expiration Date N/A

4. Indentification of System RHR SYSTEM - SHUTDOWN COOLING MODE 149G CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utifzed for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

( Item (s)

2,6

Applicable Construction Code

ASME SECTION III; 1974 EDITION;vtr74 ADDENDACODE CASES 1555, 1574, N-242

ASME SECTION III; CLASS 2; 1986 EDITION; NO ADDENDA

ASME SECTION III; 1971 EDITION;vtr72 ADDENDA,CODE CASES 1516-1, 1534

ASME SECTION III; CLASS1; 1986 EDITION; 1988 ADDENDA

ASME SECTION III; 1971 EDITION;MP72 ADDENDA



03



149G ll
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Nams

Date 2/11/94

Two North Ninth St., Allentown, PA 18101
Addrsss

Sheet 5 of

2. Plant Susquehanna Steam Electric Station Unit 1: See Sheet 3 For Work Documents

PO Box 467, Berwick, PA 18603
Addrsss Repair orsanizabon p,o. No., Job No., etc.

3. Work Performed by

Addrsss

Penns Ivania Power & Light Co.
Hams

Two North Ninth St., Allentown, PA 18101

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentilication of System RHR SYSTEM - SHUTDOWN COOLING MODE 149G CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Description of Work

12

3,4

5,6

REPLACE RELIEF VALVETO IMPROVE LEAKTIGHTNESS

REMOVE AND REPLACE 1/2" LEAK-OFF PLUG

REMOVE AND REPLACE 1" PIPING

Item (s) Description of Tests

1,2,3,4,5,6 NO ASME TESTING REQUIRED



0



s ~ I r:.-.Iqf s d . PP QE"
S.O.g 10.6095.03'.O.P 1-37395-1

g.". FORM NV-1 CERTIFlCATE HOLDERS'AfAIIIEPORT"FOR PRESSURE OR VACUUM REUEF VAl.VE$o

As Required by the Pfovlslons of the ASME Code. Section ill, Dlvlslon 1 Pg. 1 ot~
WOOD 8 CO. 3950 GREENBRIAR STAFFORD TX '77497t. Menufacturod end cartilicdby ANDERSOH ...GREEN

d

2. Manufactured for PENNSYLVANIA POWER jn

ooosyso dssd dsddsobd er Idvconuicoi ~ Hebdool

LIGHT'O. TWO NORTH 9'th STREET. ALLENTOWN PA 1810
Isbbsssd bsod bdd ebb ~I tosscrsd»ool

RT ll BERW C PA 10i
I I'

.d. bocedon ss* s ss sso ~US UEHAUUA POUSA STATION 5 MI NE OF BERWICK OH US
pbbsybb eyed eddsebbl

NONE
Ioddd ssdb dblbt Icedel Cd be dse J

~
'' I

165 . FIXED 70DEG. F 4258 Type SPR I NG
s3gl..b I 'besese. Paoi ed Pooodo dosddbiydt

7. Identification N200004
I cd n. Ieedddrs boeibi ae J,

H A8. Conuol ring settings

Png s

9. PreSSeure retaining itemS:

Body

P;-w:.:. Bonnet or Yoke FL
s jjrP 'upport Rods FL

~ ~

Norxle SL

Adjusting Screws
„.;Spindlo

Boitfn0

Other Items HI

'IO. Relieving capacity

1 t. Rernarkst

..Oj-,
bri "

/s

'at --AMBIENT
iyddit

~F
ndesnsdeosyb, abc ossedresnoJ pyrdse.sess.pueIbbi asbdbossd, abiet

N A 1992
prdA, ad, doeJIdsd ooebe doe J Ire do eosaol

CBOM H06'-1701-001 R 0

Tensgo
Strength

Serial No. or
Identification,

Mat'L Spec..
Including Type cu Grade

46 SA351-CF M

0

r

e~ oeeso os sore os c col seed by sbe I' stonsl doesd ~L22L91
radii ldnethid d sob es noser. euisst

CERTIFICATION OF DESIGN

G Ng. T II4. Valve PF A A G Orifice sfto ffomo inlet sfto Outlet site
Isyeedol doe., deneb mJ ea.s

sn ~

5: ASME Code, Section III. Owiskbn lt 2
lodsbiosst

Desfgn Speci licatfon certified by
Dosign Report certified by

Regs neo

Reg. no,

,i, Sr,
b ys

CERTIFICATE OF COMPUANCE
We certify that the statements made fn this report arc correct and that this vafve conforms to the rules for construction ef the ASME Code. Section
fff.Division 1.

NVCerdficato el Authorization No. Expues

's Dater Name Signed a.]
IdosIINbsubd ddasesbmdusydl

PIIPPIemedbief fnlanneilan In IOrm Of SSISo ekeIChee. Or ddeWlnge mey be ueed Pyaekled tlI Stre IS 0tt X I 'I, f1l inlarmel4n In hamS l through 4 On thte Data IlePOrt
. le jnckyded an each shaft, I31 sech sheet Is nbymbered end the number of sheets is recorded et Ihc tap al this ladm.'jcr .

.(t2lasl This laym IE00041l mey be abtekbed from the order Dept. ~ ASME. 11 Iew Drive. eax 2300, Fakeek!. NJ02007 2300.
en )'b,

~, ' "', pyo" ~
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

150B II

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Beiwick, PA 18603

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by

Address

Pennsylvania Power & Light Co.
Name

Repair Orgarrraatron P.O. No. ~ Job No„ete.

Type Code Symbol Stamp NOne

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. tndentification of System RCIC TURBINE AND AUXILIARY(STEAM LOOPS AND FLOW CONTROL) 150B CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu Vtr80

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other IdentiTication Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) STEM/DISC
ASSEMBLY

2)STEM/DISC
ASSEMBLY

3) STEIWDISC
ASSEMBLY

YARWAY

YARWAY

YARWAY

VALVESIN
5860

S/N 90-1-2LI-A17

VALVES/N
5933

N/A

N/A

N/A

LSH 149N010-DRN

LSH 149N010-DRN

LSH 149N010-R1

1976

1991

1976

REPLACED

REPLACEMENT

REPLACED

YES

YES

YES

4)STEM/DISC
ASSEMBLY

YARWAY S/N 90.1-2LI-A11 NIA LSH 149N010-R1 1991 I'EPLACEMENT YES

7. Description of Work See Last Page

8. Tests Conducted; Hydrostatic Pneumatic@ Nominal Operating Pressure@ See Last Page
Othe+ Pressure psl Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) Informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet Is numbered and the number of sheets Is,
recorded at the top of this form,

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 1001 7



FORM NIS-2 (Back)

SEE ATTACHEDDATAREPORTS FOR CODE-STAMPED ITEMS.
'ppbcabreManufacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are correct and this
ASME Code, Section XI.

1

repel«repta«inert conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

CertiTicate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owns( ignee, V.p. - NUCLEAR OPERATIONS

Date ,re ~5

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employedby AR IG .MUTUALINSURANCE CO. of

WALTHAM MASSACHUSETTS have n ect the components described'n this Owner's Report during the period to , and state that
to the best of my knowledge and belief, the Ovmer has rfo ed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in armer for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection. FACTORY MUTUALENG ASSOC.

Date

Inspector's Signature
Commissions 9 n/i)

National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

150B II

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 2 of 5

Unit 1: See Sheet 3 For Work Documents

RePair Orgaruaabon P,O. No., Job No., etc.

3.WorkPerformedby PennSylVania POWer 8 Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentification of System RCIC TURBINE ANDAUXILIARY(STEAM LOOP AND FLOW CONTROL) 150B CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VV80

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

5) BACKSEAT BUSHING YARWAY VALVES/N
5933

N/A LSH 149N010-R1 1976 REPLACED YES

6) BACKSEAT BUSHING YARWAY HT. CODE 5293 N/A LSH 149N010-R1 1987 REPLACEMENT YES

7) 2" 1500// PISTON
CHECK VALVE

8) 2'CH 80 C.S.
PIPE

BORG
WAGNER

BECHTEL

S/N 17627

N/A

N/A

N/A

149F028

SP-HBB-101<

1976 REPLACED

1982 REPLACED

YES

YES

9) 2'CH 80 C.S.
PIPE

CANUSO HEAT NO.
L640039

N/A SP-HBB-1014 1991 REPLACEMENT NO





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

150B II

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 3 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Reparr Orpanizarron P.O. No., Joir No., etc.

3. Work Performed by PennSylVania POWer 8 Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. IndentiTication of System RCIC TURBINE ANDAUXILIARY(STEAM LOOP AND FLOW CONTROL) 150B CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1.2

3,4,5,6

S24606

S33463

C93-1 5041 7

C93-150436

7,8,9 S 03500 C92-1 50432



I

if

A

C



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA
18101'ddress

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 4 of

Repair Organizaten p.O. No. ~ Job No. ~ etc

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101 Authorization No. N/A

Type Code Symbol Stamp None

Expiration Date N/A

4. Indentirication of System RCIC TURBINE ANDAUXILIARY(STEAM LOOP AND FLOW CONTROL) 150B CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identiricatlon of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Applicable Construction Code

1,3,5

',4,6,7,8,9

ASME SECTION III;CLASS 2; 1974 EDITION;Vrr74 ADDENDA "

ASME SECTION III; CLASS 1; 1974 EDITION,'Mf74ADDENDA



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

150B II

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Sheet 5 of 5

Unit 1: See Sheet 3 For Work Documents

Address

3. work Performedby Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Rerrad Oreanraabon P,O, No., Job No., etc.

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of Systein RCIC TURBINE AND AUXILIARY(STEAM LOOP AND FLOW CONTROL) 150B CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Description of Work

1,2,3,4

5,6

8,9

REMOVE AND REPLACE DISC/STEM ASSEMBLY

REMOVE AND REPLACE BACKSEAT BUSHING

RESUBMIT NIS-2 FOR ACCEPTANCE PER NUCLEAR CLASS CHANGE

RESUBMIT NIS-2 FOR ACCEPTANCE PER ASME TESTING REQUIRMENT CHANGE

Item (s)

1 THROUGH 6

7,8,9

Description of Tests

NO ASME TESTING REQUIRED

VT-92~3; SE 159-089; 67PSIG; N/A FOR TEMP
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,ln thc cotnponcnt Dcstan Sycctncattoa and Stress Rcport.)

lp~ sibt)ed . YAR|f
l)trrCatt)bcslc taocaaac) F. M. Peszka

lcsce of Authocixaciota E)apices NOV 14 1992 ~facace of Auchocisacioa Noe 8-2450
~ \

CER'OFICh'llON OF DEQGN FOR APPURTENANCE (wLea epplfcaQe)

ii'i~Desiga iaf~scioo ota file sc

~jaasat c. 1

ceciieaa aaalysis ccpocc oct file ac

,"+Design spccificacioaas ccrcificd by
)(ia': .

~ >Saess analysis cepocc ccccifaed by

Penns ivan)a Power 5 L$ ht Co.

,Not Re unbred„
on . c ee

Richard 0. Schlueter
ney r ur op an

George Loos

Peel. Eee. Scca~ Rel Nee+@.+PA, ' " "26382E

Peea Eel. Scat Ree. Ne.
'tg ' '" ' '"23225

CERllFlCATE OF SHOP INSPECTlON

'1

~ ~ ~

Ie

l, che uttdccsibncd, holdiatb a valid comaissioa issued by che Hsciooal Board of Boiler sod Pcessuce Vessel faspeccocs

'of Norwood N* have !aspecccd the pate of ~ prcssure vessel described'ia chio

p)ttttal Data Rcyoct on 2 topi. ~ Sd state that to the best ofmg k))owledge
4$dbcflcf. tbc ttpl'ccttncatc Hold has conctlllctcd this pact ln accordance with thc

ASIDE

Code Section QL
~

Sy sigaisg this ceccificsce, ocubcc chc laspcccoc ooc his ettaployec askes any «sccsacy, espcesscd oc iatplicde coaccro
2 tag'the yart dcschbcd ln this partial Data Rcport. ftgrthcraorc. aclthcr the inspector aor his eayloycr
shall be liable ia soy aaaacc foc asy pccsoosl iajugy oc pcopcccy dsassge a a loss ol aay kiod scisiai tcoa oc coaacccecl

.-.sich chio iaspcccioaa.
*Factory Hutual System)

.n ~2 g as~~

les easa ca ac ~ S teaa Ws
Csaaaasi 0 s 1os s zw(D CW

ctaataaat baal, SSKae p

m) a feN)oao>~b ~a c) Ckd ~Asst'.3ssa.alctisc'tsattY))dc.la, -:.
I

~ ~ ~ ~ e,1 ~ 'ei eel ~ esca ~ S Nle ~ 'Alee S lite el \4, ~ ~ ~ eet ~ 1 ~ ~ ~ l 1 a iaeetal Ssneee gild
~ ~ ~

g~yaaooaa»eeeaa) abaca ~ aa tee» at tteaee abeaebeee ae eaeaeetaae»RE be ace@ PeaeSSSS ()) aaea SRS1%" ~ l) ~ C2) aeetae»aeaea aa taeaea l4 aa
ee SRSR Seaass ae Seeeeeea ea eeea laces eea sac eeeb eases ss eeeeeeea eea aaeeee ea eeeees Ss eeeeeaaa sa Naa R.~,
. (tOflll
>v-s'
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/FORM Na2 NPT CERTIFICATE HOLDERS'ATAREPORT FOR NUCLEAR PART ANDAPPURTENANCESe

As required by thc Provision of the ASME Code Rules, Section III,Div. I

Purchase Order 7-38448-1 Register 13394

( (a) M uufaeeueed by Yarwa Cor oration, Norristown & Narcissa Rdsaa Blue Bell, PA 19422
(Name rend address ofNpT CeruAcale Hct det)

(b) M f d f Penn syl vani a Power & Light Co., Su's uehanna SES, Berwick, PA 18603
(Name rend addreaa Cf N Celuneefe HO( der fOrComp)e(ed ncdear COmpOnenu

2. Idenuftcatton-cert)ftcate Ho)der's Ser)a) No. of Part 5293-C1 throu h C4 Nac'I Bd. Noe

e

(a) Coasccucced hccordiag co Dca«iag No. Dra«lag p, ed by YarWay COr Orati On

(b) Descrlpcloa of pact Inspected Backseat Bushin, 1 inch 5500, sty. 4

(c) hpplicable ASME Codel Seccioa III,Edicioa 4, Addenda dace 4
~ Case No. Class

R,,d„,'enewal arts for Nuclear Globe Valve
(Br(of deecrlpllon of eervlce for «hlch cocnponenc «ee deelaned)

Material: ASME SA-182 Grade F6a Class 2 Heat Code 5293

Material furnished in Se tember 1987.P
PP L is response e for t e s entT >ca son o par s wT sena num ers.

(NPT Cecuncofe Bolder) F. M. Peszka
14 1992 Ceccificace of huchocixacioa No.'eccificaccof hucborixacioa Expires NOV ~

Ve certify that the scacemeacs made in chis report are cocrecc aad this vessel part or appurtenance as defined ia che Code coaforms co the rules of cons(cue(ion of the ASME Code Seccioa III.
(The applicable Design Spec)ncatlon and Stress Report are not the responslbt)lt)r of the NPT Certlflcate Holder for parts. hn NPT Certif-
icate Holder for appurtenances is rcsponlib)e for furnishing a separate Design Specificatioa and Stress Rcport if the appurtcaance is'ot
included ln the component Des)(m Speclllcatlon and Stress Report.)

y

A/ %EB- B

CER'IIFICATION OF DESIGN FOR APPURTENANCE (when applicable)

D iga ' 'il Penns 1 vani a Power & Li ht Com any

scress anal $ 1$ rc orl oa file ac PennSyl Vani a POWer & Light
John R. Schmiedel

Design specificacions cercified by
and Sidney Arthur Copland

Scrcss analysis rcporc ccrcificd by G OOS
~ .

Company

Penna. 19370E
Prof. Eag. ScaceZBIU)3 Reg. No. 26aI32l~Penna... 19877E
puef. Eas.sages~ass.Ne.c)22>

CERTIFICATE OF SHOP INSPECTION

I, the undersigned, holding a valid commission issued by the Nacioaal Board of Boiler aad Pressure Vessel Iaspeccors

of * have inspecced the pare of a pressuce vessel described ia chia
Partial Data Reporton EG. 28 192'. and state that to the best of m)r knowledgeand belief. the NPT Certlflcate Holder has constructed this part tn accordance wtth the ASMB Code Section Ill.

By signing this cercificace, neicher che Iaspeccor aor bis employer makes aay «accaacys expressed or implied, coacera
lng the part described ln this partial Data'eport. Furthermore. neither the inspector nor his emplo)reTshall .bc; liable in aay manner for any persoaal iajucy or pcopelcy damage or a loss of any kind arising from or coaaecced
«lch this iaspeccioa. *Factory Mutual System

Date FG'8 28 19 ~Z

Inspect ' Slaneluce
Commissions > 8C) 22cs4 g

Hallonel Board, State, Province end Ho.

~ Supplecsenlal sheets ln fons of Ilats, she(ches oc dksuulncs shay he used pcovlded (1) esse ls s)v' 11", (2) Ubfocsaauoc) ln ltecas I 2 on this
cela Reoecc U laeledcd oa each shcel. sad 0> each sheet ls aenhcced sad aasshec el sheecs U seceeded la lsea 1. -aesssyhs-.

(10177) This form (E00040)may be obtained from the Order Dept., ASME,345 E.47(h Sl., New York, N.Y. 10027
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603

Unit 1: WORK AUTHORIZATIONS24498

CODE REPAIR FORM C93-151~1

Address

3. Work Performedby PennSylVania POWer & Light CO.
Name

Repair Organrsarron P.O. No., Job Iro., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System CORE SPRAY SYSTEM 151A CLASS I

5. (a) Applicable Construction Code SeCtiOn III 19 «Edition, 198&
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

e Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) 1/2" THREADED
PIPE PLUG

2) 1/2" THREADED
PIPE PLUG

ANCHOR
DARLING

COLONIAL
MACHINE

VALVES/N
E-5855-22-1

HT. CODE
CGJ

N/A

N/A

152F007B

152F007B

1976 REPLACED

1989 REPLACEMENT NO

7. Description of Work REMOVE AND REPLACE THREADED PLUG ON 12" GATE VALVE

8. Tests Conducted: Hydrostatic Pneumatircj Nominal Operating Pressure@ NOASME TESTING REQUIRED

Othe<@ Pressure psl Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet Is numbered and the number of sheets is .
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Apptrcabre Manutactirrers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in tho report are correct and this
, ASME Code, Section XI.

repairrrep»cement conforms to the rules of the
repair or replacement

Typo Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner oi Owners nee, Title V . NUCLEAR OPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by ARKWRIGHTMUTUALINSURANCE CO. of

W AM MASSACHUSE S hav in ted the components described
in this Ovmer's Report during the period to z and state that
to the best of my knowledge and belief, the Owner has p rformed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's ReporL Furthermore, neither the Inspector nor his employer
shall be liable in any ner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

FACTORY MUTUALENG SSOC.

Commissions

Date

Inspector's Signature

J 19~~
National Board, State, Province, and Endorsements



151A II

e'.
Owner Pennsylvania Power 8 Light Co.

Name

Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Two North Ninth St., Allentown, PA 18101
Address

Sheet 1 of

2. Plant Susquehanna Steam Electric Station Unit 1: See Sheet 2 For Work Documents

PO Box 467, Betwick, PA 18603
Address Repeir Orpsoisetiorr P.O. Na. Job No, ete,

3. work Performed by Penns Ivania Power 8 Light Co.
Nsme

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentification of System CORE SPRAY SYSTEM 151A CLASS 2

5. (a) Applicable Construction Code . See Sheet 3 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

NaUonal Board
No. Other IdentiTication Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) 1'EAKOFF
PLUG

2) 1/2 LEAKOFF
PLUG

PACIFIC

COLONIAL

VALVES/N
0022%

HT. CODE
AEM

N/A 152F002A

152F002A

1976

1989

REPLACED

REPLACEMENT

NO

NO

3) 1/2" LEAKOFF
PLUG

PACIFIC VALVES/N
00246

N/A 152F002B 1976 REPLACED NO

4) 1/2" LEAKOFF
PLUG

COLONIAL HT. CODE
AEM

152F002B REPLACEMENT NO

7. Description of Work REPINED COMMERCIALLEAK-OFF PLUG WITHASME PLUG

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ No ASME Testing Required

Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in. ~ (2) informa-
tion in items 1 through 6 on this report is Included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y, 10017



FORM NIS-2 (Back)

9. Remarks N/A
Applicable Manufacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this reps«rrep»cernent conforms to the rules of the
ASME Code, Section XI. reps«of rep»celnent

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owner's nee, Title . - NUCLEAR OPERATlONS

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of P NS VANIA and employed by A IG MUTUALINSURANC CO of

A AM ASSACHUS S ha in the components described
in this Owner's Report during the period to Z and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described In this
Ovmet's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinathns and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his empkryer
shall be liable In nner for any personal injury or property damage or a loss of any kind arislng from or connected with this
Inspectkrn.

FACTORY MUTUAL G ASSOC.

Date

Inspector's Signature

19'~
Contmlsskes JI ...,.,

National Board, State, Province, and Endorsements-



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

151A Il

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 2 of

Untt 1: See Sheet 2 For Work Documents

'epair

Orrranization P.O. No., Job No. ~ etc.

3. work Performed by Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

Type Code Symbol Stamp NOne

4. Indentilication of System

Expiration Date

CORE SPRAY SYSTEM 151A CLASS 2

N/A

5. (a) Applicable construction code See Sheet 3 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

12 S1 4779 C93-151429

3,4 S1 4780 C93-151430
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

151A II

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 3 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Unit 1: See Sheet 2 For Work Documents

Repair Oriranttation P.O, No., Job No., eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Two North Ninth'St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentification of System CORE SPRAY SYSTEM 151A CLASS 2

5. (a) Applicable Construction Code See Sheet 3 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Applicable Construction Code

1,3

2,4

ASME SECTION III;ClASS2;1971 EDITION;
W72ADDENDA'SME

SECTION III; CLASS 1; 1986 EDITION; 1988 ADDENDA

I
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

152B II

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Sheet 1 of

Unit 1: See Sheet 4 For Work Documents

Address

3. work Performed by Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

Re paic Oryarrraaborr P.O. No., Job No., eto.

Type Code Symbol Stamp NOne

Expiration Date N/A

4. Indentification of System HPCI TURBINE AND AUXILIARY152B CLASS 2 .

5. (a) Applicable construction code See Sheet 5 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80 ~

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) SPRING HOUSING TARGET ROCK 75KK~1 N/A PCV 156F035 1980 REPLACED YES

2) SPRING HOUSING TARGET ROCK S/N 1 N/A PCV 156F035 1992 REPLACEMENT YES

3) SIX5/16 HEXBQLTS

4) SIX 5/16 HEX BOLTS

5) LEAK-OFF PLUG COLONIAL
MACHINE

HT. CODE
AEM

TARGET ROCK 75KK~4-1

TARGET ROCK HT. CODE JA1

N/A

N/A

N/A

PCV 156F035

P CV 156F035

HV155F001

1980

1992

1989

REPLACED

REPLACEMENT

REPLACED

YES

YES

NO

7. Description of Work See Page 6

8. Tests Conducted: =- Hydrostatic PneumaticQ, Nominal Operating Pressure@
Othe~ Pressure psi Test Temp. 'F

See Last Page

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8Ya in. x 11 in., (2) informa-
tion ln items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets Is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

SEE ATTACHED DATAREPORTS FOR CODE-STAMPED ITEMS.
Applicabte Manuiacturer's Oats Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

repatrrreptacement conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No N/A Expiration Date N/A

Signed
Owner or s Oesienee, Trtr V.P. NUCLEAR OPERATIONS

Date
r

/s, 19

Inspector's Signature

CERTIFICATION OF INSERVICE INSPECTION

I; the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by ARKWRIGHTMU UAL INSURANCE CO. 'f

WALTHAM MASSACHUSETTS have pect d the components described
in this Owner's Report during the period to // , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance viith the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any ner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection. FACTORY MUTUALENG SSOC.

Commissions 5 8b bl9 I/
National Board, State, Province, and Endorsements

Date



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

152B II

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 2 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Un» 1: See Sheet 4 For Work Documents

Address

3. Work Performed by pennSylVania POWer 8 Light CO.
Name

Type Code Symbol Stamp None

Repair Orttaniaation P.O. No., Job No., eto.

Two North Ninth St., Allentown, PA 18101
Adrrress

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System HPCI TURBINE AND AUXILIARY152B CLASS 2

5. (a) Applicable Construction Code See Sheet 5 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. IdentiTrcation of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

6) LEAK-OFF PLUG

7) LEAK-OFF PLUG

8) 10" GATE VALVE
DISC

COLONIAL
MACHINE

COLONIAL
MACHINE

ANCHOR
,

DARLING

HT. CODE
AEM

HT. CODE
AEM

S/N E5853-11-1

N/A

N/A

N/A

HV155F001

HV155F001

HV 155F001

1989 REPAIRED NO

1975 REPAIRED YES

1989 REPLACEMENT NO

9) BACKSEAT
BUSHING

YARWAY VALVES/N 6520 N/A 146407 1976 REPLACED YES

10) BACKSEAT
BUSHING

11) STEM DISC
ASSEMBLY

YARWAY

YARWAY

S/N 5293.B11

VALVES/N 6520

N/A

N/A

146407

146407 1976 REPLACED YES

1991 REPLACEMENT YES

12) STEM DISC.
ASSEMBLY

YARWAY S/N 90-1-2C1-86 N/A 1-56407 '991 REPLACEMENT YES

13) DISC ANCHOR
DARLING

S/N E5853-11-1 N/A HV 155F001 1975 REPLACED YES



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

152B II

" 1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 3 of

Repair Organizabon P.O. No., Job No., eto.

unit . 1: See Sheet 4 For Work Documents

3.WorkPerformedby Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentification of System HPCI TURBINE AND AUXILIARY152B CLASS 2

5. (a) Applicable Co'nstruction Code See Sheet 5 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

14) DISC

15) PLUG AND STEM

ANCHOR
DARLING

MASONIELAN

» HT. CODE
4353

VALVES/N
N001 54-6-1

N/A

NIA

HV155F001

HV 155F029 1976 REPLACED YES

1975 REPLACEMENT YES

16) PLUG AND STEM MASONIELAN S/N 18104-
1013-9

NIA HV 155F029 1989 REPLACEMENT YES

17) STEIWDISC
ASSEMBLY

YARWAY S/N D15-J5 N/A 155F055 1989 REPLACED YES

18) STEM/DISC
ASSEMBLY

19) STEIWDISC
ASSEMBLY

20) STEM/DISC
ASSEMBLY

YARWAY

YARWAY

YARWAY

S/N 90-1-2L1-
A19

VALVES/N
5289

S/N 90-1-2LI-
A10

N/A

N/A

N/A

155 F055

155 F056

155F056

1991 REPlACEMENT YES

1976 REPLACED , YES
E

*'991

REPlACEMENT YES





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

152B II

1. Ovmer Pennsylvania Power & Light Co. Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Narrre

PO Box 467, Befwick, PA" 18603
Address

Sheet ' of

Unit 1: See Sheet 4 For Work Documents

Re~ir Oriranlzabon P.O. No., Job No. ~ eto.

3. Work Performed by Penns Ivania Power & Light Co.

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authonzatlon No.

Expiration Date

None

N/A

N/A

4. Indentification of System HPCI TURBINE AND AUXILIARY152B CLASS 2

5. (a) Applicable Construction Code . See Sheet 5 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

. 6. identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1,2,3,4 S1 4805 C92-152-145

5,6,7

9,10,11,12

S24829

S 24866

S23931

C92-1 52-265

C93-152406

C93-152407

13,14 S 33842 C93-152456

15,16

17,18

19,20

S33935

S33974

S33957

C93-152~

C93-152-149

C93-152-150



«
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI .

152B II

1. Owner Pennsylvania Power & Light Co.
Name

Date, 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 5 of

Unit 1: See Sheet 4 For Work Documents

PO Box 467, Berwick, PA 18603
Address Re pau Oriranisabon P.O. No., Job No. ~ eto.

3.WorkPerformedby PennSylVania POWer & Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

'uthorization No.

Expiration Date

None,

N/A

N/A

HPCI TURBINE AND AUXILIARY152B CLASS 2

5. (a) Applicable Construction Code See Sheet 5 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Applicable Construction Code

1,2,3,4,17,19

6,7

8I

9,11

10,12

13,14

15,16

18,20

ASME SECTION III;CLASS 2; 1974 EDITION;VIP74 ADDENDA

ASME SECTION III; CLASS 1; 1986 EDITION; NO ADDENDA

ASME SECTION III; CLASS 1; 1986 EDITION; 1988 ADDENDA

QSME SECTION III; CLASS 2; 1971 EDITION;NP72 ADDENDA

ASME SECTION III; CLASS 2; 1974 EDITION; 1974 ADDENDA

ASME SECTION III; CLASS 1; 1974 EDITION; 1974 ADDENDA

ASME SECTION III; CLASS 2; 1971 EDITION; 1972 ADDENDA,CODE CASES 1516-1, 1534

ASME SECTION III; CLASS 2,'1971 EDITION;NP72 ADDENDA

ASME SECTION III; CLASS 1; 1974 EDITION;Vtf74ADDENDA



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

152B II

1. Ovmer Pennsylvania Power & Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Sheet 6 of

Repair Organizatron P.O. No., Job No., etc.

Unit 1: See Sheet 4 For Work Documents

3. work Performed by Penns Ivania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Inrfentirication of System HPCI TURBINE AND AUXILIARY152B CLASS 2

5. (a) Appscable Construction Code See Sheet 5 19 'dition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Description of Work

1,2 REPLACE SPRING HOUSING OF 2" 1500II GLOBE VALVEWITHASME SPRING HOUSING

3,4

5,6

9,10

11,1 2,17,1 8,19,20

13,14

15,16

REPLACE SIX HEX HEAD BOLTS WITHASME BOLTS

REMOVE AND REPLACE LEAK-OFF PLUG TO STOP LEAKAGE

SEAL WELD LEAK-OFF PLUG TO 10" GATE VALVE

MACHINEDISC GUIDE RIB AREA ON 10" GATE VALVEDISC TO IMPROVE FIT

REPLACE BACKSEAT BUSHING IN 1" TURBINE EXHAUSTVALVE

REPLACE STEM/DISC ASSEMBLY

REPLACE GATE VALVEDISC TO STOP LEAKING

REPLACE PLUG AND STEM IN STEAM LINE DRAIN VALVE



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

152B Il

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 7 of

2/11/94

2. Plant Su uehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

unit 1: See Sheet 4 For Work Documents

Repair Orrranizarron P.O. Na, Job Na, ero.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authortzatton No.

Expiration Date

None

N/A

N/A

4. Indentification of System HPCI TURBINE AND AUXILIARY152B CLASS 2

5. (a) Applicable Construction Code See Sheet 5 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s)

1,2,3,4

5,6,7,9,1 0,11,12,15,16,17,18,19,
20

Description of Tests

VT2 DURING SE-152401; 1300PSIG; 112'F; VT-92-1021

NO ASME TESTING REQUIRED

13,14

VT2 DURING SE-152~1; 960PSIG; 505'F; VT-93432

VT2-DURINGSE-152401; 980PSIG; 455'F; VT-93-108
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N/A
N A
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l30)
(31)
(32)
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~ Certffloete Hoidec'a Oocfei Noo.

CHIVIRCATIOffOF

DESI'eeign

apocff icationa certified by L. S Loomer
P.E. State PA

Rog. no, ~

Oeaign report'ectifiod by PK State Itog no

CENTIRCATK Of COMPUAffCE
~ 1

.tr1,

4r

r
55
~ 4,

NPT CectHlcato of Authorization No. 1948

-/4-9'2
N Target Rock Corporation

We certify that the atatemonta made In thfa report ace correct and that thfa fthoaal

confocma to tho cufoa of conatructfon of the ASME Code. Seahn N, Dfvtefon l.
Part.

12-12-92

E Champeyt
cco5IMAc555tolrector, Q 'h

5

~g

CH~ICATK Of NSPKCTION
\

I, the undorelcfnod, holding ~ vaNd commlaalon Iaaued by the fhiatIoncg Ioerffof IoNor and Ptoeaure Voaaof Inapoctora ond the State or,.:
'1..b'

haw inapected ~ ftome deacdbedin thfa Data I%port on 5 and atota

of my knowiodge and botiof. the Certificate Raider haa fabricated thaae pone or appuctonencea in accordance with tho ASME Co

Dlvtaion 1. Each pact Natod hea boon authorized'for atemplng on the deto ahown abow.

gly algnfng thia certificate. neither tho inepector nor hia ocr+oyer makea any warranty. expreaaed or imp%ad. concerning tha encafmen

jn thia Data ftopoct. Furthermore. neither the inapoctor nor hie empioyar ahaN bo Nabfo in any cnannor for any poraonai intucy or property

loca of any acfNng from or connected with thia In ctfon.
N.Y. STATE COi'Jig lSSlON N

Comm~ f+COMNISQONED N PQIN» OHI

I rLe4 ~oaCo5Ieseag on4 eceeeyg

rl'
5

r ~ i

I

r ~I ~

I
Iy

pc..

~ ~
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a

FORM N.2 NPT CERTlFlCATE HOLDFRS'ATA REPORT FOR NUCLEAR PART AND APPURTENANCESa

As required by the Provision of thc ASME Code Rules, Section ill, Div. i

Register 20043

,J Manufrac(used by Ya rwa Cor orati on Norri stown & Narci ssa Rds . Bl ue Bel 1 P
(Name and address o( NPT cesuhcale Holder>

(b) Manufac(used fo Penn syl vani a Power & l.ight Con e Susquehanna SES, Berwi ck, PA
(Name and address of N cesuhca(e Hotderforcomplaled saue)ear eomponeau/

2..ldentlflcauon.Certificate Holder'sserialNo.of part 5293 B1 thrOu " 825 Nra('l Bd. No.

18603

(
A 19422

(a) Cons(suc(ed According (o Drawing No. 93746'4

(b) Descrip(ion of Pas( lnspec(ed Backseat Bushin

Drawing Prepared by

, 1 inch 5500, t . 25

Cor oration

(c) Applicabl~ ASME Code) Sec(ion Hl, Edi(ion

R,,d„. Renewal parts for Nuclear Globe

Addenda date M,Case No.

Valve

Class

(Brief deacrlpllora of aervlce for which component waa dealened)

Material: ASME SA-182 Grade F6a Class 2

Heat Code: 5293

V/» certify (ha((he s(atemen(s made in (his (epos( are coffee( snd (his vessel patt or appus(enance as defined in the Code con
forms (o the rules of cons(suc(ion of (he ASME Code Sec(ion ill.
(The applicable Ddhtttn specincation and stress Report are not the responslbtllty of the NpT certificate Holder for parts. An NPT certif-
icate Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if thc appurt ce is not
included in-the co ponent Desttfn Speclflcatlon and Stress Report.)

r
e

aa2 6 19~ Sign d YarWa COr Orati On
(Npi'es(l heale Notder) F. W. Peszka

Cesrihca(e of Aulhorixa(ion Expires Ces(ifica(e of Au(horiaa(ion No.

CERTIFICATION OF DESIGN FOR APPURTENANCE (wtscn (rpplicnble)

D
' f 'ii Pennsyl vani a Power & Li ht Com any

S(sess analysis report

Design specifica(ions

Stress analysis repos(

Penna. 19370E

prof. Eng. s(a(e Penna. Reg No 26382E
Penna. 19877E

Prof. Eng. S(a(e N Reg. No. 23225
c

Pennsylvania Power & Light Company
John R. Schmiedel

f d by Ri chard 0. Schl ueter
and Sidney Arthur Copland

f d by Geor e J. Loos

CERl1F1CATE OF SHOP INSPECTION

l, (he undersigned, holding a valid commission issued by the Na(ional Board of Boiler and Pressure Vessel Inspec(ors
and/or (he S(a(e or province of Penn s 1 vani a and employed by Arkwri ht Mutual Insurance Co ~

Mn*Norwood, MA have inspec(cd the psst of a pressure vessel described in (his
Partial Data Report on isla+ . and state that to the best of my knowled)re
and belief. the NPT Certificate Ho der has constructed this part in accordance with the ASMB Code Section ill.

By signing this ces(ifica(e, nei(hcs (he lnspec(or nor his employer makes any was(an(y, expressed oe implied, concern
tng the taart described ln thts partial Data Report. Furthermore. neither the inst)ector nor his enst)toyer
shall be liable in any manner fos any personal injury or property damage or a loss of any kind arising from or connected
with (his inspec(ion.

*Factory Mutual System

(~ oa(e

(nape«(or' Slsaaa(ure

19

Commissions
Nat)ona) Board, State, Prov)tace and No.

~ Saappaetaenaa) abaca ~ In Conn or ll~ a ~, aheac)aea oc dractlnea may be uaed ptocldcd (l) ~ are a ~ CSV' I l", (e) antonaaalon In )acme ) 1 on ahl ~
oaaa acean aa aacaaete ea cath abaca. naca)a cath abaca aa aanacccd ate aeaaan csaleea aa tccacetd aa aacca s. "araaatha .

ltom) This form (E00040)masy be ob(oined from the Order Dept., ASME. 345 E. 47th St., New York. N.Y. 10017
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FORM N-2 CERT(F(CATE HOLOERS'ATA REPORT FOR lDENT)CAL
NUCLEAR PARTS AND APPURTENANCES»

As Required by the Provisions of the ASME Code, Section Ill
Not to Exceed One Day's Production

7 5

Ype
ldfeWlna no.) .. erect'I. eeeo. no.l t(eneeeerranesd

5. ASMK Code, Section III,Division 1( Minter 1974
tefstbn) ledeeftde date) IOe eel

8. Fabricated tn accordance with Const. Spec. IDiv. 2 onlyi Rov;sion
Ino)

Spare part for completed valve assembly Model No. 75KK-404
~ r

Hex Head Bolt, QTY 6, Heat No. 37894

lzeer t»psft

None
WIN)

2
ICode Csee nfLI

Date

1, Manufactured end certitlcd by Tar et Rock Cor ~ 1966K Broadhollow Rd E Fartnin dale
trtarne eftfr edereee ol llpTcerolfcefe Holder)

2. Manufactured for nns lvania Power I)e Li ht Co. ~ 2 North 9th St. Allentown PA 1
tnarne end eddrees ol Pffrsrfeaarl

I

3 txHaat)on of Installation Su's uehanna SES US Rte 1 1 Berwick PA 1 603
trkaffte and addfeeel

. 001-0167 SA 193 BB' ~* 99

re

0

g. »om. Ihtokrm Ifn I attn. geelgn Iht kneel Iln I »r eta. Ip let a In)~ft Length o trail Ifte Io.I~»
g. wlm appthaplh gonlftmt »otdot ~'ete Itopon ~ ~ aneehmf for eeehItom ofthhrepon:

f2)
l3)
t4)
(5)

(5)
(7)
(8)
(8)

(10)
t11)
(12)
(13)
(14)
(15)
(18)

(17)
t18)

ttg
(20)
(21)
(22)
(23)
(24)
(25)

Part or Appurtenance
Solla) Number

National
Board No.

In NumeriCal Order

(25)
(27)
(28)
l28)

'SO)
(31)
(32)
(S3)

(34)
(35)

(35)
($1l
t38)
(39)
(40)

(41)
(42)
(43)
(44)
(45)
(46)
(47)
(48)
l49)
(50)

Part or Appurtenance
Serial Number

if)ational
Soard No.

in Numencal Olr)er

C

eg

re

ct
tsn
df

ps0
el
ts
CL

. Design pressure N A psb Temp. eF Hydro test pressure /* ot temp F
thplten e epViC atfae l

Surfplementet bltolmstion ln trka tenn ot sets, Clos!ches, or drewbkgs mey be used provided (llsite ls s)I x 11, l2l lntormetlon in Items 2 end 3 on ttde oats itepolt
le Included on sech sheet: (3l sech sheet ls numbered end the number ot sheets Is recorded at the top ot this form.
(I2/88) Ttds tonn IE00040) mey be obtotrled «om the orde~ oept., fasMs. 22 Lew ortfre, aox 2300, peter~. ttJ 07007-2300



FORM 5!-2 <sack —Pg. 2 of 2 )

Certilicate Holder'a Serial Nos.
N/A

through

Doslgn specifications certified by

Design report certltted by

CERTIflCATION OF DESIGN

L. S. Learner
Iwhon sppico~l

Iwhoa sppNcab4)

PA ~ i96758

P.E. Slate Rag. no.

CERTIFICATE OF COtvtPUANCE

We certify that the statements medo in this report ero correct and that this tthese)
conforms to the rules of constiucticn of the ASME Code, Section III,Division 1.

1948
NPT Certificate of Authorization No.

..+j3d/f~ N
Target ROCk COrPOration

APT Cer5hcat s HOld el

Part

12-12-92Expires

Signed Ze ~~AcccGc
tw ttd tOPtt0tht4tlvtl

E. Cha pey; Director, Q.A.

CERTIFICATE OF INSPECTION

I, the undersigned, holding a valid commission issued by tho Nattcnst Board of Bo0or and Pressure Vessel Inspectors and the State or Province of
Netr York and employed by Commercial Stt

Bost on Ms s s ~ have fnspected macs items descdbod tn this osta Report on , and state that to tho
best of my knowledge and boiiof, tho certilicate Kotder has fabricated these parts or appurtensncos In accordance with tho ASME cade, section
ttt, Division 1. Each psrt listed has been authorized for atamptng on tho date shown above.

lysigning thts certificate, neither the inspector ncr hts emptcyermakes eny warranty, expressed or bnpgod, concerning the equipment described
In this Data Report, Furthermore. neither the Inspector nor hts employer chal be Nable In any msnnor for any personal tnfury or property damage or
toss of sny kind arising from or connected whh this Inspection.

Date - Stgno Commissions
p4t't, Od fhdOClthNlltg~ St&0 of sfOVa lÃI4
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caew eee eeaccc ct~ Cweace4 aclecct
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Pnn P,(b) Xaaefecclcced fo
04ae eee wows N ceNlece4 Metrar ccecetesee eectcer ~we)

2. tdeattftcattceCettSce4 Holder'e Settal No ct tact et'L ILNe
045111+
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(b) g,ec„.lti~of p~l el ~d Stem Assembl 1" - 5500 - . 10

ic) AyyHceiie 4SIE Calac Seeclaa iii,Qiciea 444eeie iece ~ Ceca N4g974 r Nlc ~
Reewchet R ~ ceo~~ ecevtoe Iec ccaSea eeaeeeeet ~ eeeceee

Hater)al t Disc OS 5385E+Heat Code: 90-1-2C1 ~
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Deeirag~etl» m flic
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~ a 'eaei 4a'ic.
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&eiga opCclficetioee cettifiaaf by" """:e~.Cai'i a~ice.mZBIK

e $$ rNLLr Copland...".:; .;~„.'"."'-'h,. 19B77K
Scceee eaelyei ~ ctfocc cettlfied by .Ges rieLkjij&mi '"Ieg.No:"Ll .'3225
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~ ~ eel4
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Date"'~
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3. Locet(on o( lnetettetoon nna Statton Iottte 11e eerlrlcite PA
~ ewo weooeeet

144,000 I(A

N.~of
~ I

5. ASM'ode, Section ltl:

~oeevlg oo I ~oorl sees sea ~ ettooee eoeneoo

1971 N. 1972
leoeont

6. Fabricated in accordance ~ Cone(. Spec. (Oht. 2 otefl ~ . ((eu(alon

Repl aceatent for Rasoneflaa. Valve Serf el.'.0 +'100154-T'.." ..-

Nasone flan Pak I(traber '013831 122-N

2

. ~ ', +'rki

Qty. 9

e. NDIII.CllCEIIMOOIL1~ Mtll;~ dggk~5 su ~: ' or o iNQ u )
' ' ~o (g g ~ ':. 5j

8. When appac bte. Card((cato i(older=. De(a Reports are attactwd for«actt (tern of tNa report: . ' r

"'art

or Aopwtenence
.Qe4IHutnbor -.r

. HEAl'.I(NIERS- ~ . ~

II

(ll 1810-6-1013-3

:%2(

(3l
(4l
(SI -7

(6I
tvt
(BI
(9I

I'IOI
l1 11

t12I
(13I.
( I 4I
(15I
(16I
(17 I

(18I
(19I
t20I
(2'll
(22I
(23(
(24l
(25I

. "(fadone( ' o~c'.-'

ln f(utnencat Ordir '

tiol 1>)
g o eb~nObrWmire VS% ~

(28l
(22(
l28I
(29 I

(30I
(31I
(32 I

(33 I

(34I

,
(35I
(36I

l t37t
(38I
(39i
(40I
(41(

I,.2
I(43l

V
(44l
t45I
(48l
(4'Vl

(48I
(48 I

(501

e' '/
usnesoeen~ sion~ Ob 1

~vs ~~
,Ioetdlhrabet o~r "(

'(e I(u par(ca(,each,r
'.

teer pressure
~at AK~tn

suggenoncet intontutuon in rhe tons ot sere, ehetctwe. or dewhee tnev bo usoc prh,Bed (1I etre tr 8 Il e 1 .. (2( c r r s Im Oece (teaser '~

te inotudeo on sech sheet. Dl o ~ sheer ie ~oo end the nuevae o. stucco le eeonneet er yw roo ot ttso ronr

(12/88I This tonn (8'ot rror be~ trots the onter oem Aseef 22~ (htre. eoo 23IN. Atraera. Io . ~i '



FORM 4-2 (bacltI

~<<. <<h<l«<.

CSITNCA~ OF OESIOK
~ . <.<) ~ vt..l «q<y bW'h t<N

~~m~i ~Wby
~ ~~ ~ hh 'h o ~ «4 s "ho< ~ <hr ~ < ~ ~ ~

NA sr rr ~ h ~ ~ ~ r'
Oe«gn report certil»d by

~ < ~ ~
~ < ~g+-~~~me.~48~~

««<, <<,

CHIYIFICAYKGf SHOP COIAPUAIICE

+e certlly that the atilt«rtenta made In tent rapEÃt are correct and that tNa Ithratl
conforrna to the naca ol conatruction ol tte ASajrF Code. Section N.

Nn'ertiticata ol A'trrhorltation Ho. N 1~ 8-1~9

h

ltasonell~leseet'.bdestr5es.
.%$ 4eAOSe Hylgel ~ r ~

&yn«5 ~

~oeowIHa~~~ ' ~

I < ~

0'.
'Ot
'1

*

CE~CATK Olr SHOP NtSPKCAOlt

~ ~

4 the ttnderaiOnet4 ltoidinQ e vaSd cornrnia jionlaetred ~the gadonai ~+~
IIertfprd. Cl'l~ have Inapected thiae Items deacnbed in the Oata Itaport on ~nd atate atW lo the.l

beat olmy tnovt<rtedoe and bef<af:the Certilicate Holder ltei labriceted these porta or apptrrtanancea In accordance vrith the ASHES Code. Srcciae 1

14 Each pert watedltea been euderltedlor atentpbtl~ on thedate ahowrt above.
IWy eyney d4c4iNOcete. neither the nnNe~yeleeeiuie eny~ttyt,ortpreaaed or Iwtpf»t4cor~i4ns dtooeQpteierte

trltHe DQ05igpkvJrthermor~ neidter the nor ha elrtelfoyer elbe.Nable.in any tpannar lor any pereiig~bl'jwpertydarneoe
'toaa of~%&derlabtO from or'connicted widt tHe Inatwction.

g h ~

t „~'h<t

~ ~

~ )

I

/ t'lb crt
~ ', .rr



I I ~ ~

~ ~

II I ~

I ~ ~

~ ~

I gtI ~ I I e~ ra I
~A'I,

I tI

\ i'
I

'IO I

~ I

~ ~

I I I

~ ~

~ ~ 'I

~ ~ ~ ~ ~ ~ ~ ~ I

'

~ ~ ~ ~ ~ ~ ~

ILaIa III

~ ~

I I I

,~J
.;.>4

I
„'rj

«g.

~
~

~ ~

~ ~, ~
~ ) ~

I «
'

I I '

~'l
~ ~ ~ ~

~ ., « I a I ~ I

~ ~ ~ I I

~ ~

~I.IIIIILf%%T R~
~ I ~ ~ ~ ~

~ j
~ ~



'lr ~

~,; '~OKC'lr'.AKX( r'I'fh (INAYHA'IHA:IJ3II)9l'ill9Q~~.'FALSI(IMIfSThJI!t(T)I'I:) ll r) $4i'MHO4

rlto Q e te toc single «all 'ves'aclss jachcts of jac)cted vessels,'oc shells of hsu each

(

,<<sew '„'. lfTeshovable, bolts used Ofhce f sfcaiae
()aster(s) gpec Itpr'T~rpiae )tftfrcrr)» 1:„,, „,;, .1 ..., (Dtscrlhe W.sttsa)S a)catch)

a. 79 Jac)et Closuret
(Drsrrcbreseserondrrtdabaaetoattborslwdlssfrnstensstf+ctdadrscrtheershetch) I

, ~ ~ ~ ~ ' 4 I ~ Drop Ieighc
; I . rf .. DlalpyclalpaCt

sign pressure pai s» ' " '''t'ccsap 'of
fc Ib

OF

WT Sl, 'r:: ...a nfei~eSr hu»-.~ ~ras'QL J'Eosefeserlv'lus l "fe 9»'» a" Ieacasnrenzs» rvoa
sa Shclh Ii»efial . T S. 'hlchaess ls, eolawaaec la, sia II la hessfh le,I Oaaelalfehrerheasrf»f f fsg IU!8 BIO llf'fOtfaOJ $'SW'(I I II .; I

..Beads: (a) Macerial " '' '": "'t~c '" ll " '
)L) Mater(al"'- """" ' 'TA.

I
.I IICSI L,ocr!lou Cram Ãshuchte Rlltaclcot . Contest Nesdssherttot Pttt gtde te Proose

(ToP boctonh, ends) r Thtthssoss RO4w....,Radtua,s cl Retch '-'sejli)taste, ~,g(sdtua >...Dtsshotsr ".(coat. eocene.)

a)

,c
):io'ltcsts,9 snd IO co be completed for tube scccioas

St

..Tube Sheecs: Scationacy. Mateci
(Kind Sh Spree !toe)

"I

Floatiag. Matetial
» Q;gakcst. Material 'aD . ia~

avt l1I ~

Veh

Dia. Tbic)aces Ia. httschcacac
(Sub)sot to pressure) («etdeda t)oiled)

4

Dia. 'hie)aess ia; httachacot
Thiehaes ~a»,'. Nmhec risc

tc'ms li-Id'Iacl. co be cos)hpleccd foe canec chsosbers of jae)eted vessels, or chsaaels of heac cschaagero
(sl

ofl"Shell: Mateiial ' 'S. ' Thie)ness ~a. Allo«aoee ia. Dia, fc. ia. Length fc i
(Klndah Spree )toe) (liln or Ranee SprolDOSD, .

(b)

fc lb
OF

~ ~

pf
a:.Loag B T LT Efficicaey

~ ll4

,'"s;-' Circh B.T.'.T No, of.Cowscs
'~ends (a) Material 'TS ":'" '- ' 'lhlllsfeflsl"" ' '": TM" '"

crorfn Knuchte Rttlst (cot ..1,, conical Htrhsphertrat plot gtde to press. ~

Thickness Rodlus Rod(us Ratio ', 'APra Aria~ . Rodlus ~ sl..!Plseeter r .: (Cessva'e"Cence)
f~S:"30YF. 1"

(,': ~~+) Top, boctocn, endst ':.«QISQChsanel
R"h ": gressovable, bolts used(a) (e) Othcc fasceaiag

, (Deter(be.a attach ahrtch) ~,

Drop Icighc
Chsrpy Icspaet

:4"!1 4. Design pressure pss at oF ac cemp. of

terna belo« to he completed tor sll vessel ~ «here applicable.

5. Safety'Valve Outlets Numbec

Nosrles:
Siae Location

,Purposr (tnlrc,
, Ducltt, Drain) tthfrhhber Dire or Stsr TYPO tioctrlal Thlchnrss

Rrlnraoearat
tftstrrtst t(or Attschr4

~crtbe)

~ IS' "

+I'7, inspection Manhole s, No Sire Location
.Opcaingsc Haadholesa No Sire Location

Sire Locationfs ~ ~ ~ ~ ~ ~ ~

;,.;:;,,Ie. Soppoctsc Skirt'ugs Legs Other
( lthhosber) ~ (ltessber) (Dr

Q jg4)'HI(.Peorsrrtd ttta»Troote'4'.r II,J'IIIA,fv'.+e 1'Ishlhr se!I I: sill 1>of! I'Jar l.. c va'1 ~ '.I 1 ~

e;..I„. -e,Litt Other tnterrhet Or eotrraal Sreeeae rail Cetrholdera teelperatae rhea epptirebte.

r

'ttached («lrro h Her)



rs

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

154A II)

1. Owner Pennsylvania Power 8 Light Co. Date 2/11/94

Two North Ninth St., Allentown, PA 18101
Address

Sheet 1 of 5

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organization p.O. tro., Job No.. etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System EMERGENCY SERVICE WATER 154A CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) 8" BUTTERFLY
VALVE

CONTROMATICS S/N 85225-1 2-2 N/A HV08693A 1979 REPLACED YES

2) 8" BUTTERFLY
VALVE

ANCHOR
DARLING

S/N V2011-001 NIA HV08693A 1993 REPLACEMENT YES

3) EIGHT 3/4" X 8"
STUDS

BECHTEL N/A NIA HV08693A 1982 REPLACED NO

4) EIGHT3/4" X8"
STUDS

NOVA HEAT NO.
04479 FX

N/A HV08693A 1992 REPLACEMENT NO

5) SIXTEEN 3/4" NUTS BECHTEL N/A NIA HV08693A 1982 REPLACED

7. Description of Work See Last Page

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Othe+ Pressure psi Test Temp. 'F

See Last Page

/

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.



FORM NIS-2 (Back)

SEE ATTACHEDDATAREPORTS FOR CODE-STAMPED ITEMS.
Apphcable Manufacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

repairrreptacernent conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owner'snee. T4e .P. - NUCLEAR OPERATioNS

Date /Q, 19

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof PENNSY V NIA and employed by ARKWRIGHTMUTUALINSURANCE CO. of

WALTHAM MASSACHUS TTS have n ted the components described
in this Owner's Report during the period to , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken correc ive measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employee
shall be liable in any manner for any personal injuryor property damage or a loss of any kind arising from or connected with this
inspection. FACTORY MUTUALE G ASSOC.

Date

Inspector's Signature

19~i~

Commissions b 9 I')
National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101

Date

Sheet 2 of

2/11/94

2. Plan't Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Orgarrizaboo P.O. Na, Job No eto.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System EMERGENCY SERVICE WATER 154A CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

6) SIXTEEN 3/4" NUTS TEXAS BOLT HT.CODE
46288

N/A HV08693A 1992 REPLACEMENT NO

7) 10" BUTI'ERFLY
VALVE

8) 10" BUTI'ERFLY
VALVE

JAMES BURY

JAMESBURY

S/N ND21305-
04G

S/N ND21305-
04H

N/A

N/A

HV-11024B2

HV-11024B2

1977 REPLACED YES

1993 REPLACEMENT YES



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

164A III

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

2/11/94

3 of 5

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Belwick, PA 18603

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No. ~ Job No.; eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System EMERGENCY SERVICE WATER 154A CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identilicatlon of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1,2,3,4,5,6 S23793 C92-154.131

7,8 S24452 C93-154428



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

154A III

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 4 of

2/11/94

2. Plant Susquehanna Steam Electric Station

PO Box 467, Berwick, PA 18603

unit 1: See Sheet 3 For Work Documents

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Ortiaotaatiorr P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System EMERGENCY SERVICE WATER 154A CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Uti1ized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

(y Item (s)

1,3,5

4,6

7,8

Applicable Construction Code

ASME SECTION III'CLASS3; 1974 EDITION;LV75ADDENDA

ASME SECTION III;CLASS 3; 1974 EDITION; 1975 ADDENDA

ASME SECTION III; CLASS 1; 1986 EDDITION; NO ADDENDA

ASME SECTION III; CLASS 3; 1974 EDITION; NO ADDENDA



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

154A III

1. Ovmer Pennsylvania Power & Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 5 of

Unit 1: See Sheet 3 For Work Documents

Repair Organization P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentification of System EMERGENCY SERVICE WATER 154A CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edmon, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s)

1,2,7,8

3,4,5,6

Description of Work

REPLACE 8" BUTTERFLYVALVEDUE TO LEAKAGE

REPLACE STUDS AND NUTS ON BUTTERFLYVALVE

Item (s) Description of Tests

1,2

3,4,5,6

7,8

VT-2 DURING SE~1-1; 114PSIG; 55'F

NO ASME TESTING REQUIRED

VT-2 DURING SE~1-2; 120PSIG; 55'F; VT-93460



ur
FORM NPV-1 CERTIFICATE HOLDERS'ATA REPORT FOR NUCLEAR PUMPS OR VALVES

As Required by the Provisions of the ASME Code, Section III, Division 1

Pg. 1 of

CRN~NA4. Model No.. Series No.. or Type 2498 08 102

V-2011 .Anchor/Darling Enterprises, Inc.
l. Manufactured and certified by 32 Moulton Street, Laconia, NH 03246

Pennsylvania Power & (name and address of r( Car(i(icate Ho(der) Light Co.
2. Manufactured lor Two North Ninth Street, Allentown, PA 18101

SuSquehanna Steato(name and address ot Purchaser or Owner) Electric StatiOn
3 Location of insta((ation 5 Miles NE of Berwick on US Rt ll, Berwick r PA 18603

(name and address)

Praw(ng 2498 08 102 ftcv C

S. ASME Code. Section ill. Division 1 t
fedition)

6. Pump or valve Nominal inlet siz

Winter 1975
laddenda date)

BN

(dass)

Outlet size 8N

(in. l

N A
.(Code Case no.l

7. Material) Body

Ia)
Cert.

Kolder's
Serial No.

SA240 T316 Bonnet
N/A

Ib)
Nat'l
Board

ID NO No.

N A

Ic)

Body
Serial

No.

N/A
Id)

Bonnet
Serial

No..

Ie)
Disk

Serial

No.

V-2011-001 HV08693A/HV08693B V-72A V-73-1A

'Supplemental (n(rxmation in form ot ksts, sketches. or drawin()s may be used provided illsize ls e YA x ) l, (2) information in items t throu()h 4
on thisPata fteport fs inc(uded on «ach sheet. (3) each sheet is numbered and the number or sheets is recorded at the top ol this form.

f)2iee) This form (E'00037) may be obtained from the Order Oept.. ASMe. 22 Law Orive. eox 2300. Faitfie(d. rt3 07007 2300.



FORNI NPV-1 (back)

8. Remarks '" 50

9. Oesign conditions 150
(pressure(

10. Cold working pressure

11 ~ Hydrostadc test 4

psi 160
(tern peraturel

psi at 100 F

psi. Oisk differential test prcssure

F or va(ve pressure c(ass 150(I

psl

CERT(FlCATION OF DESIGN

Oesign Spec(((cadan certified by
Ocsign Rcport ccrdf(cd by EDG~ 8 ~ BOLTON

I.E. S~ate PA

I .E. State
Rcg no Ol 52

CERTIFICATE OF SHOP COMPUANCE

Signed
I

We cerdfy that thc stateinents made In th'(s report are correct and that this pump or valve canforins to thc rules for construcdon

of the ASME Code, Scat(an III, Oivisian t.
N Cerdficate of Authodzadon No Expires

'f- '7-93 "arne Anchor/Darlin Ent., Inc. -w cA
(N Card(icate Holder( (etherized re presentadvel

CERTIFICATE OF SHOP INSPECTION

I, the undersigned. holding a valid comm(ss(an issued by the National Board of Bogcr and Prcssure Vessel Inspectors and

tho State or Province of NH crap(eyed by Hartford Steam Boi1er
CT have Inspected tho pump, or valve, described in this Oata Report on

, 19 ~. and state that to tho best of my know(edge.and belief. the CcrdRcate Ho(dcr has

constructed this pump, or valve. in accordanco with the ASME Cade. Scat(on lll.Division 1.

By signing this cerdf(cate. neither the inspector nor his emp(oyer makes any warranty, expressed or imp(ied, concerning the

component descr(bed (n th(s Oats Report. Furthermore. neither the inspector nar h(s employer shall be liab(e in any manner for

any personal Injury or property damage or a loss af any kind arising from or connected w(th th(s inspccdon.

Date Signed Comm(ss(ons 8+2ss~
I thodted inspector( (Net'I. Bd. (etc(. endoisementsl state or prov. and no.l

(1) For manually operated valves only.



~Waar Pp Cut'.Z(:Zg
hn Retiuired by the Provinionn of ()ae A&IECndr Ha)en

)4snuf secured b

(

anufaetured fot

~br r
()C~e 4« hddreee eC Scat««recta«re«)

Order Ho

Order No.
pp ~g 3965 ()I~e e«ad A&Bees)

San Francisco, CA 94119
~(13fani

II
«I

$. Pump ot Valve identification
PA )Efd 83

cpA oac. ZChg
Et 2 «ta A)CI

le r Service Vafer-S here Valve T
(saaec description ec uteicr cer «taich ra«alp«eeac «ee 4reac«aed)

(a) Dta«ing No. Pter~ed b). J m

gb) Nacional Board No.

6. Design Conditions
(P rre e Ixr)

psa F or Pressure Clast
~ease«et«are)

« ~ The tnatetiala desagn, eonstruecion, and «or)amanship complies «icb AQ4E Code Section ill.Class

Edition
'%la , Addenda Date

Sleaeraea Spec ~ )I~ Re«rene

(a) Castings
v«

(b) Fotgings

l) For tcascaually operateal valves only.
eppteanaet eherae le Core eC ll~ I ~ etrtchre. er daeva««ca

~n ahae deae report ae a««cl««drd e«a reel« sheet«e««d ()I ~

«$ Th) ~ fe«w (b00037«

2:;. C
-" 0 0'06

~«ey tr a«er4 preradrd (l) ~ lrr ae I))" ~ ll N g) Irate«metic«a l«a lao«ac« l ~ f«Se e««4
~ caa eh«ra aa e«««ea«r«ed e«««a ««««etre er eheete 4 recorded ea aep et aha ~ Cern

e«oy be ebael«ae4 C«~ the 0«de«Oepa««ASIIb«34S f 47 Sa «Nrv Ye«L«H«YN 10017«

S@NEL



FOOI afPV I (bselt)

(e) Bolciag

llettt Cto. ttstctiNI Sthcc, ltc. INchahttt o

(d) Other Pares

479-T316 ~ Jo 1 n

8. Hydrchstacie ces pat

CERTIRCATIO!i OF DESIGN

Design inforcascion oa lile ac

Sccess analysis ceporc cm file ac

Design specifications ecrciffed by
Sciess analysis ceporc eechified by

(1) Stgnscuce not require* List aatae only.*

(1) Prof. Eag. Scsce~o~ Reg. No.~BZQ
111 Pcahtaaa Sa a 9 9 N

a
c

le cercify chac the scacetaeacs aadc ia this cepotc sce correct.

Date 19~Z Signed
CtCNNNarocttttctl

espttes

By

978

CERTlFICATE OF SiOP INSPECOCA

1, ah catcc i~ 9, ha14 1 ~ Npc
' dhc ahcNu 1 Scads 9 '1 .MP ~ ll aa c ~

'aad/oc tbe Scace of Prosiaee f ad etaptoycd by

of bare taspcetcd chc ~ptsctcc deaerhbcd ta cht ~ Data

Nchc . l Sl - — 19~. Uld aacac Ih a I chc hc c 1 c h I !cc ~ hcl I. Ih ~ ca

has conscrueced chis etptiptacat in aeeordanee «ith the applicable Subseccioas of h$4E Codet Scetioa 10cs

By signing this eertifiestet ac tther che lnspeecor aor his etaployer sakes aay «acraacyh espresscd or ~lcd. eoaecrs

iag che etluiptaenc described ia chic Daca Rcport Furcbcrtaore, neither tbe laspeecor aot bi ~ eccployer sbaii be Hablc
taanaer for aay personal injury or property datasge or a loss of sny kind srisiag frota or connected «icb this inspection.

Date
7.7

19

( Cth 0 rPtc 9 Nrl
Coeaei s a ions c KZ7

CttstlPcaNI baottt, Stote Ptevttcrc NNaat Cto,)

Sld4
AS9
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

155B II

1. Owner Pennsylvania Power & Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 1 of

Repair Organizatron P.O. No., Job No., etc.

unit 1: See Sheet 6&7 For Work Documents

3. Work Performed by PennSylVania POWer & Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentificatlon of System CONTROL ROD DRIVE SYSTEM 155B CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda,
(b) Applicable Edition of Section XI UtiTized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) STEM/DISC
ASSEMBLY

2) STEM/DISC
ASSEMBLY

DRAGON
VALVE

DRAGON
VALVE

VALVES/N
EM1103

HEAT
NO.842109

N/A

N//A

147F102-1419

'47F102-1419

1977 REPLACED " NO

1983 REPLACEMENT NO

3) 3/4" VENT VALVE DRAGON
VALVE

S/N EM1103 '/A 147F102-1419 1977 REPAIR YES

4) STEM/DISC
ASSEMBLY

5) STEM/DISC
ASSEMBLY

DRAGON
VALVE

DRAGON
VALVE

VALVES/N
EM1603

HEAT
NO.842109

N/A

N//A

147F 101 <235

147F101-0235

1977 REPLACED

1983 REPLACEMENT NO

7. Description of Work See Last Page

8. Tests Conducted: Hydrostatic Pneumatic+ Nominal Operating Pressure+
Other@ Pressure psi Test Temp. 'F

See Last Page

f

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8ra in. x 11 in. ~ (2) informa-
tion in items 1 through '6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets ts
recorded at the top of this form.



FORM NIS-2 (Back)

SEE ATTACHED DATAREPORTS FOR CODE-STAMPED ITEMS.
Apptcabte Manrrracturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this «pat««ptacement conforms to the rules of the
ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date'/A
Signed QJ

Orrner or Owners nee, Trite .P. - NUCLEAR OPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNS V IA andemployedby ARKWRIGH U UAL SU A CECO of

WALTHA MASSACHUSETTS have pect d the components described
in this Owner's Report during the period to , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described In this
Owner's Report in accordance viith the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable ln any manner for any personal Injury or property damage or a loss of any kind arising from or connected with this
inspection.

FACTORY MUTUALENG ASSOC.

Commissions
Inspector's Signature National Board, State, Province, and Endorsemen s

Date



155B II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired by the Provisions of the ASME Code Section XI

1, Owner Pennsylvania Power & Light Co. Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Sheet 2 of

Unit 1: See Sheet 6 For Work Documents

Address

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Repair Orpanizabon p.O. No.. Jcb Na:etc,

Two North Ninth St.. Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System CONTROL ROD DRIVE SYSTEM 155B CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

6) 1" VENT VALVE

7) STEM/DISC
ASSEMBLY

DRAGON
VALVE

DRAGON
VALVE

S/N EM1603

VALVES/N
EM1191

N/A

N/A

147F101 %235,

147F102%235

1977 REPAIR

1977 REPLACED

YES

8) STEM/DISC
ASSEMBLY

9) 3/4" VENT VALVE

10) STEM/DISC
ASSEMBLY

11) STEM/DISC
ASSEMBLY

DRAGON
VALVE

DRAGON
VALVE

DRAGON
VALVE

DRAGON
VALVE

HEAT
NO.842109

S/N EM1191

VALVES/N
EM1053

HEAT
NO.842109

N//A

N/A

N/A

N//A

147F 1 02%235

147F102-0235

147F101-1 027

147F101-1027

1977 REPAIR

1977 REPLACED

1983 REPLACEMENT

1983 REPLACEMENT

YES

NO

12) 1" VENT VALVE DRAGON
VALVE

S/N EM1053 N/A 147F 101-1027 1977 REPAIR YES

13) STEM/DISC
ASSEMBLY

DRAGON
VALVE

VALVES/N,
EM1026

N/A 147F102-1027 1977 REPLACED NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

155B II

1. Owner Pennsylvania Power & Light Co.
Name

Date 2/1 1/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Sheet 3 of 9

Unit 1: See Sheet 6 For Work Documents

Address

3. Work Performed by PennSylVania POWer 8 Light CO.
Name

Type Code Symbol Stamp None

Repair Organization P.O, No., Job No.', etc,

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System CONTROL ROD DRIVE SYSTEM 155B CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIPSO

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

14) STEM/DISC
ASSEMBLY

15) 3/4" VENT VALVE

16) STEM/DISC
ASSEMBLY

17) STEM/DISC
ASSEMBLY

18) 1" VENT VALVE

19) STEM/DISC
ASSEMBLY

DRAGON
VALVE

DRAGON
VALVE

DRAGON
VALVE

DRAGON
VALVE

DRAGON
VALVE

DRAGON
VALVE

HEAT
NO.8421 09

S/N EM1026

VALVES/N
EM1517

HEAT
NO.842109

S/N EM1517

VALVES/N
EM1694

NIIA

N/A

N/A

N//A

NIA

N/A

147F 102-1 027

147F102-1 027

147F1014839

147F 1014839.

147F 1 01<839

147F1024827

1983

1977

1977

1983

1977

1977

REPLACEMENT

REPAIR

REPLACED

REPLACEMENT

REPAIR

REPLACED

NO

YES

NO

NO

YES

NO

20) STEM/DISC
ASSEMBLY

21) 3/4" VENT VALVE

22) NITROGEN
ACCUMULATOR

DRAGON
VALVE

DRAGON
VALVE

GENERAL
ELECTRIC

HEAT
NO.842109

SIN EM1694

S/N 987

Nl/A

N/A

NIA

147F 1024827

147F102-5827

HCU 14-31

1983

1977

1975

REPLACEMENT

REPAIR

REPLACED

YES

YES

23) NITROGEN
ACCUMLATOR

GENERAL
ELECTRIC

S/N 2230 N/A HCU 1431 1992 REPLACEMENT YES

24) NITROGEN
ACCUMULATOR

GENERAL
ELECTRIC

S/N 1077 N/A HCU 1631 1975 REPLACED YES



155B II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603
Address

Sheet 4 of

Repair Ortrarrlzariorr p.O. No. ~ Job No.. ero.

Unit 1: See Sheet 6 For Work Documents

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System CONTROL ROD DRIVE SYSTEM 155B CLASS 2

S. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identificatio of Components Repaired or Replaced and Replacement Components

Code Case

25) NITROGEN
ACCUMLATOR

GENERAL
ELECTRIC

S/N 2090 NIA HCU 1041 1992 REPLACEMENT YES

26) NITROGEN
ACCUMULATOR

GENERAL
ELECTRIC

S/N 1112 NIA HCU 10-19 1975 REPLACED YES

27) NITROGEN
ACCUMLATOR

28) STEM/DISC
ASSEMBLY

29) STEM/DISC
ASSEMBLY

GENERAL
ELECTRIC

DRAGON
VALVE

DRAGON
VALVE

S/N 2085

VALVES/N
EM1701

HEAT
NO.842109

N/A

NIA

N//A

HCU 10-19 1992 REPLACEMENT YES

147F101 <21 5 1977 REPLACED NO

147F101<215 1983 REPLACEMENT NO

30) 1" VENT VALVE DRAGON
VALVE

S/N EM1701 N/A 147F1 01<421 5 1977 REPAIR YES

31) NITROGEN
ACCUMULATOR

32) NITROGEN
ACCUMLATOR

33) STEM/DISC
ASSEMBLY

GENERAL
ELECTRIC

GENERAL
ELECTRIC

DRAGON
VALVE

S/N 1271

S/N 2038

VALVES/N
EM1195

N/A

N/A

NIA

HCU 50-11 1975 REPLACED YES

HCU M-11 1975 REPLACEMENT YES

147F102<223 1977 REPLACED

34) STEM/DISC
ASSEMBLY

DRAGON
VALVE

HEAT
NO.842109

N//A '47F1 024223 1983 REPLACEMENT NO

35) 3/4" VENTVALVE DRAGON
VALVE

S/N EM1195 N/A 147F1 02<223 1977 REPAIR YES



I '1



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

155B II

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 5 of

2/11/94

2. Plant Sus uehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603
Address

Und 1: See Sheet 6 For Work Documents

Repair Organizabon P.O. No. ~ Job Na, etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

4. Indentification of System

Expiration Date N/A

CONTROL ROD DRIVE SYSTEM 155B CLASS 2

5. (a) Applicable Construction Code See Sheet & 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

36) STEM/DISC
ASSEMBLY

DRAGON
VALVE

VALVES/N
EM1114

N/A 147F102M15 1977 REPLACED NO

37) STEM/DISC
ASSEMBLY

38) 3/4" VENTVALVE

39) NITROGEN
ACCUMULATOR

40) NITROGEN
ACCUMLATOR

41) NITROGEN
ACCUMULATOR

42) NITROGEN
ACCUMLATOR

DRAGON
VALVE

DRAGON
VALVE

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL.
ELECTRIC

GENERAL
ELECTRIC

HEAT
NO:842109

S/N EM1114

S/N 1244

S/N 2243

S/N 1801

S/N 2088

NIIA

N/A

N/A

N/A

N/A

N/A

147F102MI 5
/

147F 1024015

HCU 06-15

HCU 06-15

HCU 26-15

HCU 26-15

1983

1977

1975

1992

1975

1992

REPLACEMENT

REPAIR

REPLACED

REPLACEMENT

REPLACED

REPLACEMENT

NO

YES

YES

YES

YES

YES



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

155B II

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 6 of

2/11/94

2. Plant Susquehanna Steam Electric Station

PO Box 467, Berwick, PA 18603

Unit 1: See Sheet 6 For Work Documents

Repair Organization P.O. Na, Job No. ~ eto.

3. Work Performed by PennSylVania POWer 8 Light CO.

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A"

N/A

4. Indentiftcation of System CONTROL ROD DRIVE SYSTEM 155B CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1,2,3 S34715 C93-1 55-137

4,5,6 S34724 C93-155-138

7,8,9

10,1 1,12

13,14,15

834724

834725

S34725

C93-155-1 39

C93-1 55-140

C93-15S-1 41

16,17,18

19,20,21

22.23

S34727

S34695

S34752

C93-1 55-142

C93-155-1 43

C93-1 SS-145

24,25
, S34773 C93-1 55-1 51

26,27

28,29,30

31 32

S34843

S35234

S43022

C93-1 55-1 57

C93-1 55-1 81

C94-155401

'
33,34,35 S 43037 C94-1 55402
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section Xl

155B II

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

2/11/94

7 of 9

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit 1: See Sheet 6 For Work Documents

3. Work Performed by

Address

Penns lvania Power & Light Co.
Name

Repair Organization P.O. No. ~ Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System CONTROL ROD DRlVE SYSTEM 1558 CLASS 2.

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

36,37,38

39,40

S 43048

S 43067

C94 155403

C94-156004

41,42 S1 5213 C93-155-124



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

155B II

Pennsylvania Power & Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 8 of 9

Repair Organisation P.O. No.. Job No., eto.

Unit 1: See Sheet 6 For Work Documents

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

4. Indentirtcatlon of System

Expiration Date N/A

CONTROL ROD DRIVE SYSTEM 155B CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIC80

6. Identirication of Components Repaired or Replaced and Replacement Components

Code Case

Applicable Construction Code

1,2,3,4,5,6,7,8,9,10,11,12,1 3,14,
15,16,17,18,19,20,21,22,23,24,

28,29,30,33,34,35.36,37,38

ASME SECTION III;ClASS 2; 1974 EDITION;W75 ADDENDA

22,24,26,31,32,39,41

'3,25,27,40,42

ASME SECTION VIII;DIVISION I

ASME SECTION VIII;DIVISION I; 1989 DIVISION;1990 ADDENDA



(

1. Owner

155B II

Pennsylvania Power & Light Co.
Name

Date 2/11/94

~ s

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Two North Ninth St., Allentown, PA 18101
Address

Sheet 9 of 9

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 6 For Work Documents

Repair Organizatron P.O, No.. Job No.; etc.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System CONTROL ROD DRIVE SYSTEM 155B CLASS 2

5. (a) Applicable Construction Code See Sheet 8 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Description of Work

1,2,4,5,7,8,1 0,11,13,14,1 6,17,19,
20,28,29,33,34,36,37

REMOVE AND REPLACE STEM/DISC ASSEMBLY

3,6,9,12,15,18,21,30,35,38 CHASE THREADS, LAP SEAT OF VENT VALVE

22,23,24,25,26,27,31,32,39,40
,41,42

REMOVE AND REPLACE NITROGEN ACCUMULATOR

Item (s) Description of Tests

1,2,3,4,5,6,7,8,9,10,11,12,13,1 4,
15,16>17,18,19,20,21,28,29.30,

33,34,35,36,37,38

NO ASME TESTING REQUIRED

22,23,24,25,26,27,31,32,39,40
,41,42

VT2 DURING SE-155-301; 1020PSIG;-163'F
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FORM U-1A MANUFACTURER'8DATAREPORT FOR PRESSURE VESSELS
(Attomatlve Form forSingle Chamber, f:omptetely Sho P4-etNIceted Vt)eettle,Only)
Aa Rt)quirt)d by the Provtelot)e ol the ASIDE Codt) Rutt)e, Section Vill,Dlvtalon 1

'I

L ateavteoeerea eaa eoraaoa by

so
r

w 'aneyet

Do er oaaavt tyre',sic

e 1)ytelWeteet eek tt)eteet yCey4I+ee Kett Deite aeeet aenqelremeaa et tauri eeeOMeaaieetaOINACDOalt A)IDytttceWa VaatLCOOt r XletaeKea, Oeaeaeeaea,

~ eeiteaeaebty eealeaa le AattC tsetse DOKtea Vat, DISIKOa t
Cab Goso3ioa yor

Do eaetD

r. eeam«

a. Heeoc ta) lkw.
XCPjxiCaalt) XKPQ IW~I)T lime~

tD) lteC

taoeaoa~loy,
)

a) To

~ 8ottom
2.485'.485'.005'.005'rto

lo Ieeerrre
tCameo or Coaoere)

7.220' Rathead

7.220'L'teeaeveblo,

boAs vooa t aooorl4 eel lmssalate)

es MAVtto~g yet et aSea, leray, ~~ I'Da aeelia MKSI~~ trot ggg yet ttyeieeieae eeet yroeeere ~gQ yK~

, <. ~ ta lett)so, laeyeeaea eaa eoyKy WlweyeaiaOK

t)s ayyesrtet Dtyrt tsNe tace Oamt
~ea

e't teeeaertss I Qeavieeeececs yeraet Dose reyorse yleyorty tyeaaaea orei Keaert by oeraleteeteaet eyeoeere bew booa vveeobot ler ea loaoataI lssase et aro reyert I

i n n n t r Tr f 1 77 itl f) Mflnt r 1 7
t

CERTIFICATE OF SHOP COMPUANCE
toe Oeraly Oetiae OIKOmeare roast I-C ' «e Oea.K eat arete'KODe et OOKDar aaraortet, Oeaeasmaea, erat rertyeeaolly K Ihie VOOOK Oealerm Ie Ibe AQICCarte

~ yrr~ v «oKe, aooaoa Via, t. A4ae I ~ VC aaroyss et Iver~~ yte. f~ oaytree

N eIO aoe ~ ~

sI

CERTIFlCATE OF SHOP INSPECTION
Vooool ooaoavosoa by E Ni= M f lln

~rat eraytoyoe by ffm fl lL f bare aoyocsoe mo orayoaoai aooorI4O ia orle WoavroownCb Doss yoyort oa ty~~ ~~ ~

~cele Iaat, Ie aso boot or ary kaoasoogo oao 4aK, Iao stoavsesorer 4s ooaeavoioo aria yreoovre vooooi ia ooooreoaoo sara Aeirc. eocooa via, DrsIKoa I . Dy oloalag arro

~ saaoose aoaaor Iae aoyoosor aor eso aLyroyor oay srorroray, ~ yrooooe or Irayaoe, ooaooreiay ore yrooovre vooooi ooorrso4 Ia rake slaavlooarrore Deco Iioyorr,

ysrrarorsaore, aororor mo iaoyoosor aor aro~ oaoa 4 aoblo Ia ooy raoaaor Ior oay yoreoaai Iatory or yroyorry eoarooo or ~ Iooo K ooy slao orioaso «ear or ooaaocaoo

«em aW laoyooooa .

12 I



UFACTURER'S OATAREPORTFOR PRFSSURE VESSELS
(Alternative Form for Single Chamber, ~)T)plotolySho~abrlcatod Vessels Only)
Aa Required by the Provlslona of the ASME Code Ruloac Soctlon Vill,Olvlslon, f

~wntt44bT n I I N I r I m nn M
I I

n ENF

cbar,c L neo . ad let nl

3. Ll

~ 4t4s
s. ~ cceeatwt aad ptctetwt teyecttw ot ott pecos stool veo roetctcoeaeaee el aeelectel epootsoedoas et Ico Actcc sotlsll Altopte444vltc vc44CLcooc Tice deotye, ooaevteettoa,

~ad «eretaoaetcty contort«eo Asst S ttecteec sooooa VCCL Otetetea l 1 ee 1 N
~et pec

4, steato 2 It. In h

p, sooeae

~ . )leeds: t~ ) tdetL

ml
XCPtcoraa) HPg ~eence. P1 Vine~

04 t ~ ) Itad.

NA
1 -F

fa)'ocottcn~Totc,

2.485'.005'ottom

2.485' 0.005

' 220'.220'ttdo

io Ceeeeecce
)Concoct et Cancers )

Flathead

Flathead

a tetaoe~ bette treed t 4coccibe etttor feelentag e )

~. )4Awp ~Q pel el tace.teeny. ~f P f. beta. dootga taelel teeny.~ pal +gag poL Htdceececte eeet teoooecto ~ /gal ~ pol,

%4, )teatoe, laepecttea sn4 eetecr Votre epoatnge:
!

Ptctpcoe t tntoC,
OtccteL Ocetn)

0.97', NA

ot Nte Tdteetwe Ltetedel tcacchod

( Port 1 0.75 0 n SA1&c-."304 N A NA NA
Water Port 1, 0 enln SA182+304 N A N A

NA

i f
ct"

t'% oml m hnl I m i
I Il r

I In
I n I n I r I

~ eon No ~ L«) 'w nd Clam ~ nda ml I
fewa%1'Zj

1L toaeeetbs l lceacctectceters pecvet octa teyocte pteyoctt oatattctod sad sltptod Icg cecacatw lee ed lepocets Itecco boos twatetted lot ate ttoeetas lieeae el veo tepocl
'A

~ e, nemo

$:; in n tin I m 177 Itinwlntr17

CERTlFlCATE OF SHOP COMPUANCE
+ oocttcT elect r~ etecomoaee cnedo la ento ~, ote ccccoct oa4 tttet ett detects et dwtga, aaoeecteL oeweneeccoa, oad «ececaoaollp et tate ewwt ooaeocca te ene Asctc code

Y teooto, socetoa VCCL Otetote l nt'ocsawee el aecLeccttodoa tee. ~ oepttee

Co. acme ENF M
~c

CERTIFICATE OF SHOP INSPECTlON
Ywoolcoaocceeceod tet E NF M el Wilmin N rt r lin

De anm nt tLe i ~~ ~ ~r ~sc ~ ~o ~ ~cue, ~l

~coco eaeL le eae beet oc mt Ictwttodtto ead bottcL cae leoacrcoceetor aw ooaecnecee4 tctto ptwotete ewwt la wwrdeaco ectca Aeter, socdoa vttL ocetoloa l . tet etga44 ence

wcteaww aeetaec cno laeeoceoc aor Isle cneceyoc eaeaw oat ececceaV, eeetwwd oc tcaeetod, ooawtatatt cao ytwwce ioeoel doerleod la etta etoatttocaanCo Octo ttoyoct.

feceeocneore. aercner cnr caceocoet aor aeo wepcotor carte So Cteeee 4 wy aeeaaer ter wfpoceoaet CcNecT Sreyoctf domette or ~ 4oe ot oat eeoc ectoeac rcwe or oaaoeeee

eater esto 4etcocaoa .

c ~ 12 1 hl A

[tcerscc l

~ ~

S
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I'()IIS>I I:- IA LIAR>III:> ( I
~ IIIII:I(S'lh'I'AI(l'.I'(III'I''()llI'III:h'IIII(l'.>>ll,"it'll;I„h'

> it( riiiili I'i>rin I'itr +it>ylt~ (:l>i»iilttf (:i>>nl>isa(i~ I) SI>t>1>-I'i>l>rit >iti il Vt,sat>IN ()l>ly
~> N II( tii>ift,(I I>) ll>it I'rt>visions of'l>t> rial')II (:t>tlt'(>lit'N, s'l,l't ion '>'Ill, l)ivision I

I . Stag ghli I gag g a Ir e I I lay
(general I'. lect zI c Com an ~ P ~ 0 ~ 'Box 780, ililmington, N. C. 28401

( arne an a ress of Manufacturer)

w lg I; ~ I f (gene ral

I. q yp<. k'ert~Cal Vessel
grr *. ~v

l. SIIEI.I.: .Ilail. Sh-106 Gr B

Electric Company, P ~ 0 ~ Box 780, IJilmington; N ~ C ~ ?8401
>game sn ~ tc ~ s o Purchaser

2038
S ~ N.

)( ) Na(l. Dd. No. Yr. f)uit( 1975
(M t@. et 0 7 ~ 031

No m. ~
e Corr.

T.S. 60 000 Thk..53 I . hllo I . Di m. 0 Pr. A Io. L grh 3 Fr. 2
.(Kind spd. Lapse lio.)

t Sf hMS: l.ong Seamless H.T.
(Welded, Dbl., Single ~ Lsp, Butt) (Ye ~ or No) 1

lf ~ Iveted or
brac ~ d describe
seams fully undri
rclllarks,(,irth None R.T. Seerio d No. of Courses

60 000 n,lhi„e„.,l SA182 F3-0A
rrrprr ~ r p

a dr RE I Sp A er a dr

a

60 000
Pia c 0 tee ~ Lrc

Dbgmeter (Convex or Concave)

7 230 Flathead

S A1 82- F3046. III:.hl)sh: (tg) Is(act.rial
l,ocmt gun

(Tarp, bottom. t nrla)
town

Radius'hickne ~ ~

5(t

(f'Ig. or F.G 60Spec. S»n. T,S>)
~ '

R.T. Seccioned Efficiency 100
(Spot or Complete) (Yc ~ or No)

Bottom 5tg 7 230 Flathead
II .hl,holrs sed

p
Other fastening Inte ral Threads

escrg e ot tt~ c ctc

I. f:onstrurtcti for max.
a'llouahtc working press. 1750 pst at max. temp.z 1

I

Hydrostatic 2800
Min. (cmp. (when )LRCXCCKR1(ÃR Tcs c

150 p. I ss rha -20 2 . p. XnlQaa2LTgar pr ss ™in~ psi.

ha ao

8. Cht;I:.TY OR RELIEF VhLVE OUTLETS> Number

9. NO/./LES>
Purpose (Inlet, m %s
Ou(let, Drain) Number Diam. or Slee Type

Size

Mslcrial Thlc knc s s

Location

Relnfotcemetht
Materi ~ I

How
Attache.d

INSP!'.CTION ~tanholes, No

PENINQS: llandholes, No TJater Port
Threaded, No..

Size ~ 75

Size
Size

Location Bottom Head
i.ocacion To Head
Locacion

II. SUPPORTS: Skin Mn L gs Legs Orh r

I2. Itl'.MhitKS> Piston Accumulator — Dw . 921D595

ascribe
bleached

he rc >low

Demineralized Hater 6 Nitro en Service

tge eecrgptgon o purpose o t e vessc as gt an, ster gan, ~ . ~, tc. (ate ontents.
>

If poetweld heat treated.
List other Internol or external pressures with coincident temperature when applicable.

We certify that the st ~ temen(s made in thl ~ report sre correct and that all detail ~

conform to the ASME Code for Pre ~ sute Vessels, Srctlon Vill,Division I.
nate HOV lp 75 Sig ad G.E. DIIRSD — REM

anu ac urer

of design, material ~ construct n, an rk nsI
Oy

CERTII, ICATI. Ol'IIOP II>JSPL'CTIOis(/

t Lrtific:ttc of huthorization No. 10, 572
Expires

July 21, 1976

of this vee

6

vessPL MADE DY General Electric Com an I~lilmin ton Iiotth Catalina
>, the under ~ igned, holding ~ valid comm> ~ ~ lon issued by the National noard of Doll~ r and Pressure Vessel inspectors and/or

th St t ot Pro inceN ~ CarOlina d employed by De artment Of LabOr of

State of North Carolina have Inspected the present ~ vs ~ sel described In thl ~ manufactutet'

oat ~ geprpgi vaa ~ - ~OV an 7f> d ta. a a eit a. a t L gangs anrt hei>erg the manufaC ~

tutrt he ~ constructed thin ptr ~ gute vr ~ ~ pl In accordance with tht applicable ~ actions of ihe ASLI>l Dollar end pteeeute Ve ~ eel Code.

Oy signing thl ~ erg(if>a'asia nrlthrt the Inspector not hi ~ rmployct makes asny warranty, expressed or implied>, concerning the ptas

~ ure ve ~ eel deecrlbral in thi ~ manufmctutrt' data report. Putthermotc, net(hat the Inspector nor hl ~ employer shall be liabl~ In any

m~nnet fot eny personal( iniuty nt property domage ot a loe ~ of any kind ~ rl~ lng from ot connected with thl ~ inspection.
- MOV

~ NC 723 Ph. IIJ(a 1766 01>io
fs apa rtvt'9 Sggnagut ~ aa,'.It r ~ .Ital, xt.atr I ~ tnvgnh g .anal Nt .

Corntni ~ 0 loll~



FORM U-1A MANUFACTURER'S DATAREPORT FOR PFIESSURE VESSELS
(Alterr)atlve Form forSingle Chamber, Catt)pletely Sho~ebrlcated Vessels Only)
As Required by the Provlaloni of the ASME Code Rules, Section Vill,Olvlalon 1

I~ IloaleoarroO eac oorVIIog lry

e m ~cor
L Lc

4m~4 <Saa
L Qe Noealeel erat Nyelool prepercloe el sN parle raeel se teoelreeoao ey mewl eye%~ ey wINKNcl7INQ pllc04llflcvcoocl 00oc, y)re~ ooaecraoooa.

wc «eaaaaaoalp ooalorra lo~t yleroe, Iecwrc vw, olcleloa I N
Cogee7)oe.

L QeC

yr Ieerae:

k Hoooe: ( ~ ) le@

ml NA~or irr) SCPQ KKT~IyT )))ra@XI

t ~l~ -F

Looeclorc+yop,
Ikocora, )

To

Bottom
2.485'.485'.005'.005'ree

co proearre
[Conree or Coacere )

7.220'lathead
7.220'lathead

N roraevorrle, Irofco eood ( oeoetr oe orrror leoloal aio )

L auWt ~QQ Pal el ~leraP. ~1~ yr. Wrr.OOOINa raeCOIIOaN. ~)g )re gggg pel. Iryereeraeecrel preeeare ~QQ
)4 "~ iaopeeWa oar) celery volvo opoalaI)o:~ ( Inlol, No.

as Port
ater Port 1

0.75'.97'nin
0 nln

182-c304
182 304 NA

NA
NA

NA
NA

NA
NA

sy.~ ease No CWcor l mi I
Joe or

tL lleeccorlcc I Qeacrcee~ p~ oece roperco properly Neaeow oao oII)cori+ coracalooleao4 Iaepcaooro hove heea oerarowi Iotow Ioeoacai lcearo el %o roporc I
NA

~ c rwrro

l I m
m I r n

n 1

I
CERTIFICATE OF SHOP COMPLIANCE

W co rrrry Oal IC~ CCCSOraeaCO raeee Ia W~' W Oerr& Oal PW Q Oeeelle el Oeell)ar CS ~ Ierlelr OeeeerreOOar eao acr oraeaearP Ol erre Veeael eearerra Ce Ore AQlE COOO

e prie va cele, pwca vrrl, ~, . m cervewce or Acrere ~ Ile. g+rtZ?

J
C ~"~l2? Co. aerae NF ~IOaee

CERTIFICATE OF SHOP INSPECTION
Veeeel ooaoeaccol Iry NF M Wilmln n r lin

~ew~oy yfm nr lL r w ~canoe ~~laoao~~aaas~~ ~~AS,A~M ~ ~~ sue, Io cao woc el ray Iraoacorroe oae wrrer, aco oreavrecarror cree coaoeaccoo ow preeoare vooeoI la oeeereeaee ~ Asia, eeeeea vlcc. Orvrelea I ~ py oloaray orro~ are aepeecor aor aco ~ apleyor raecee oay rorroary, epreeeoe er lraplcoe, oeaoeralaI pro preooare voooec oeeerrooe ec ewe cceaacooaggers oece lceporl.
aorelor ale aopeecor aer rrre ~ arreyor owrc oo creole la eay~ lof oay porooael la)cry or prcpelcy eeraeoo er ~ loco el eery ojac erceraI rreac or eaaoecoo~ OW Iaopcaaoa o

12 1 I N y)S A

(opgoo)

r
-b:LOS

p3XNG o~~;:)
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FORM U-IAMANllFACTURER'SDATAREPORT FOR PRESSURE. VESSELS
(Alter()atlv()Form forSingle Chamber, C(mpletely Sho~()brfcated Veaoel() Only)
A() Required by the Provfalonl of!he ASME Code Rulei, Sectlo() Vill,Dlvlelo() 1

lv Maautaeerfsd ea4 ecru%ad uy

~ 'v aatveu:ed hC
%1

W Lee. aea af tse ~
vtte tgdtttt

1 -F

g lllteeaoetleol wd plrys4el preporuw «aN parce aust Nte tag«auras«4 et aucot4( apse%cadeau ete aaMc acNLgylaND McagwMvgaagL cooa. ~ de«ga, oeaeutrocua,

~ad ««tuttat«tip oe«4II« lo ANMNRulw, aoc14« vN, Dcvlo4« 1 ~a 1 N
wr per

~ aaolL

yt aawte: mle NAXQX~a() mfa le~ t)Tt(t~
4 )4adal ( ~ ) M«L ( ~ ) MacL 2-

Loca@on~Top,

(a) TO

2.485'onoekn0.005'.220'dolo Pneeure
(Convec or Concave )

Flathead

(N) Bottom 2.485'.005'.220'lathead
Nto«usaau, uo«s used (dewrlue outer casseautgs)

g. MAwp ~QQ pol ac aux.41«p. ~Q~ p. IQa. doolga «ucac coatp. ~g pat~ peL Hydreecade cast pressure ~+/ pel.
(g. Hon4e, les poec4« oa4 aatsly sotto apaa4gsc

Purtow ( NIL Ho.

as Port 0.75' nin SA182+~ NA NA NA NA
iVater Port 1 0.87' nln SA582+304 N A

n I
'ff rn

ti I wi n m

gl. aupp«Ice atda NO Lugs Loge outer nd I m ~ nd I Iwa~
ct. (4«urke I Ilaauteeurrsre porcuc Dace topercs properly Me«dead wd «good iyceeeatlee4aed 4epoesore aavto ossa lur«4«sd lotuu 4Na«utg lteato st Nto tsperc I

NA
~m, «name

ml m hni I
n I m r i r

c

f n I nr1
CERTlFlCATE OF SHOP COMPLlANCE

've earufy uuc du v ~ttcs aude la ut4 tsv - eettwc wd uuc oN decade ot doa)ga, auser4L eeasuttodoa, wd «eraauasalp el ut4 scowl ooaser«t Ie uu AL4g code

voce«a, gocc4« VNL Dtv44 1 v c«udcecs «auaur~ He. gg~ accurse n 1

E NFII M alg ae4

LIEF(TIFICATEOF SHOP INSPECTlON
Voaa«ooaauucsed ay E NF M oc iVilmin r lin
L Nve uadorslgaevL It«ding ~ Yw4 ooalaueeua 4eued cty 4 Nouoa«aoard wd pressure vwe«4spwoers wdi«uu ause «prsvutw «rth r lin
~ad eap4lye4 uy Itm n f r luw aapecied uu eorapoaeac ~ la uua tcsaucsas~ Data ~ oa +P, g~g r rad

~tees utaL Ie uto aoec oc aty aaevnedge evte aeu«, uvt Ileaweeatrer aas eeaeeueeed Ntu prswure esewc la ewonceaw vvtut adccg, aeedea vuL cuv44oa I ~ tty«gautg utu

~oudaesa sea«et ~ Iaepeeeer sor ate eatpuyer tttoaw aay «errsaty, sareeee4 or u«puetL ooaeerttutg uto prwewo veeeec ~ eertaed la ut4 Ikeatrueatrers Deca Iteporc .

put«ton«ore. ttewer ute uupwt«a«ate wutuy«oluu ae «sate la oay auaeer Isr eay persoaec laprry w prep«ty eaeugo er ~ Iws er esty sutd ertatag Irset er oeaeetec

«cut etio Iaeoeeuoa .

c~uw N 1 I W PA

(afeo)

pea cv
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161A III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of,the ASME Code Section XI

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No., Job No:, eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR WATER CLEAN-UP FILTER/DEMIN. 161A CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda, Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) LEAK-OFF PLUG VALTEK VALVES/N
6611-3-1

N/A HV14510A PRE-
1974

REPLACED NO

2) LEAKOFF PLUG COLONIAL
MACHINE

HT.CODE
AEM

N/A HV14510A 1989 REPLACEMENT NO

3) LEAKOFF PLUG

4)BONNET

5) BONNET

COLONIAL
MACHINE

HILLS
McCANNA

EDWARDS
VALVE

HT.CODE
AEM

VALVES/N
101-1173

HEAT NO.
8068158-75

N/A

N/A

N/A

HV14510A

145029A

145029A

1989 REPAIR NO

N/A REPLACED YES

1993 REPACEMENT YES

7. Description of Work

8. Tests Conducted: Hydrostatic Pneumat f<Q
Other+ Pressure psi

See Last Page

Nominal Operating Pressure@
Test Temp. 'F

See Last Page

NOTE: Supplemental sheets in form of fists, sketches, or drawings may be used, provided (1) size fs 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

V

(12/82)

t

This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 1001 7



FORM NIS-2 (Back)

SEE ATTACHED DATA REPORTS FOR CODE-STAMPED ITEMS.
Apprrcable Manrrfactrrrers oats Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

repalrlreplacement conforms to the rules of the
repair or repiacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owneror Owners Desipne . rde V P.- CLEAR OPERATIONS

Date ,rs rr~r

CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of E SYLV IA and employed by A IGHT MU UAL INSU NCE CO of

WALTHAM MASSAC USETTS have i ected the components described
in this Ovmer's Report during the period to

~ and state that
to the best of my knowledge and belief, the Owner, has performed examinations and taken corrective measures described in this
Ovmer's Report In accordance with the requirements of the ASME Code, Section XI.

By signing this certilicate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

FACTORY MUTUALENG ASSOC.

Commissions ~ S5
National Board, State, Province, and Endorsements

Date isa



161A III

(jy
1. Owner Pennsylvania Power 8 Light Co.

Name
Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St. ~ Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 2 of

Unit 1: See Sheet 3 For Work Documents

Repair Oroaalzation P.O. No.. Job No:. etc.

3, Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. IndentiTication of System REACTOR WATER CLEAN-UP FILTER/DEMIN. 161A CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

6) LEAK-OFF PLUG

7)LEAK-OFF PLUG

VALTEK

ENERGY STEEL

VALVES/N
6611-6-1

HT. CODE
AEM

N/A

N/A

FV14566A

FV14566A

PRE
1974

REPLACED

1989 REPLACEMENT NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

161A Ill

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 3 of

2/11/94

2. Plant Sus uehanna Steam Electric Station Unit 1: See Sheet 3 For Work Documents

PO Box 467, Befwick, PA 18603

3. Work Performed by

Address

Pennsylvania Power & Light Co.
Name

Repair Organization P 0 No Job No eto.

Type Code Symbol Stamp None

Two North Ninth St.. Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR WATER CLEAN-UP FILTER/DEMIN. 161A CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

123 S 24447 C93-161~

4,5

~ 6,7

S 23648

S 24954

C93-1 61%18

C93-161-1 46



1

1. Ovmer

161A ill

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 4 of

2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant Susquehanna Steam Electric Station
Name

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by Pennsylvania Power & Light Co.
Name

PO Box 467, Befwick, PA 18603
Address Repair Organization P,O. No., Job No„etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentiiication of System REACTOR WATER CLEAN-UP FILTER/DEMIN.161A CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, t Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu Vf80

6. Identification of Components Repaired or Replaced and Replacement Components

Item (s) Applicable Construction Code

1,4,6

2 3,7

1968 PUMP AND VALVECODE

ASME SECTION III;CLASS 1; 1986 EDITION; 1988 ADDENDA

ASME SECTION ill;CLASS 3;1974 EDITION;NO ADDENDA



t
1. Owner

2. Plant

161A III

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Date 2/1 1/94

Sheet 5 of

Unit 1: See Sheet 3 For Work Documents

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired by the Provisions of the ASME Code Section XI

PO Box 467, Berwick, PA 18603
Address Repair Organization P.O. No., Job NoJ eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR WATER CLEAN-UP FILTER/DEMIN. 161A CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

'
Item (s)

1,2,6,7

4,5

Description of Work

REPLACE LEAK-OFF PLUG

REMOVE SQUARE HEAD, MACHINESQUARE HOLE IN LEAK-OFF PLUG

REPLACE BONNET ON A 1fZ 6%8 GLOBE VALVE

Item (s) Description of Tests

1,2,3,4,5,6,7 NO ASME TESTING REQUIRED
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CerbHcate ot huthonsapon No,
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t. undersigned. holding ~ valid commission issued bv the Nabonal Board ol 8oiler and Pressure Vassal inspectors and the State or Province ot
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ot have inspected these items descnbed in this Oata Report on 9- -9 S ~ ~ ace ~c(
best ot my knovir4dge and belief. the Certilicate Holder has fabricate these pans or appurtenances in accordance with the ASM'ode.

Each part listed has been authorised for stamping on the date shown above.
this certH'Ante. neither the inspector nor his cmplorer malines any warranty, expressed or inlPHed, concerlvng the eutApment descnbed

kt this oats Report. Furthermore, neither the ins pector nor his employer shall be liable in any manner for any personal injure or property damage o

kas ot any kind arising tram or with lns pecbon

Ol.
4dlOAIAItNQoggVI

Commissions ll4lL Ss, leAd talwleeeAtv IQNP sIA 4h4 flo,)



(1

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

161B III

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Sheet 1 of 4

Unit 1: Work Authonzation ¹ S23880

Code Repair Form ¹ C92-161-124

Repair Organization P.O. No., Job No:, eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System REACTOR WATER CLEAN-UP 161 B CLASS 3

S. (a) Applicable Construction Code See Sheet 3 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) STEM/DISC
ASSEMBLY

YARWAY 6215 N/A HV144F014A '976 REPLACED YES

2) STEM/DISC
ASSEMBLY

3) STEM/DISC
ASSEMBLY

4) STEM/DISC
ASSEMBLY

YARWAY

YARWAY

YARWAY

90-1-2LI-A7

6205

90-1-2LI-A18

NIA

N/A

NIA

HV144F014A

HV144F015A

HV144F015A

1991

1976

1991

REPLACEMENT YES

REPLACED YES

REPLACEMENT YES

5) BACKSEAT
BUSHING

YARWAY N/A N/A HV144F015A 1976 REPLACED YES

7. Description of Work See Last Page

8. Tests Conducted: Hydrostatic Pneumatic+ Nominal Operating Pressure@
Othe@ Pressure psi Test Temp. 'F

See Last Page

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in. ~ (2) informa-
tion in items 1 through 6 on this report is inctuded on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained (rom the Order Dept., ASME, 345 E. 47th St. ~ New York, N. Y. 1001 7



FORM NIS-2 (Back)

SEE ATTACHED DATA REPORTS FOR CODE-STAMPED ITEMS.
Apprioabte htanufaoturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

repair/replacement COn fcrmS tO the ruleS Of the
reps'u or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners nee, Titte V.P - NUCLEAR OPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof PE NS LVANIA and employedby AR IG U UA NSU ANC CO of

WALTHAM MASSACHUS TTS hav inp ted the components described
in this Owner's Report during the period to ~ and state that
to the best of my knowledge and belief, the Owner has pe orm examinations and taken corre tive measures described in this
Ownet's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection. FACTORY MUTUALENG ASSOC.

Commissions b - I
National Board, State, Province, and Endorsements

Date 19~&



(

1. Owner

161B III

Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

Is

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired by the Provisions of the ASME Code Section XI

Two North Ninth St., Allentown, PA 18101
Address

Sheet 2 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Serwick, PA 18603
Address

Unit 1: See Sheet 1 For Work Documents

Repair Organization p.o. No., Job iro., eto.

3. Work Performed by Pennsylvania Power 8 I ight Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Author/zation No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR WATER CLEAN-UP 161B CLASS 3

5. (a) Applicable Construction Code See Sheet 3 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identitication Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

6) BACKSEAT
BUSHING

YARWAY 5293-A1 N/A HV144F015A 1989 REPLACEMENT YES



161B III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b th'e Provisions of the ASME Code Section XI

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 3 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit 1: See Sheet 1 For Work Documents

Address

3. Work Performed by PennS IVania POWer 8 Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

Repair Organlzabon P.O. No. ~ Job No., eto.

Type Code Symbol Stamp None

4. Indentification of System

Expiration Date

REACTOR WATER CLEAN-UP 161B CLASS 3

N/A

5. (a) Applicable Constrvction Code See Sheet 3 19 Edition,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Item (s),

1,3,5

2,4,6

Applicable Construction Code

ASME SECTION III; CLASS 3; 1974 EDITION;W74 ADDENDA

ASME SECTION III; CLASS 1; 1974 EDITION;W74 ADDENDA



(
1. Owner

161B ill

Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Two North Ninth St., Allentown, PA 18101 Sheet 4 of

2. Plant Sus uehanna Steam Electric Station Unit 1: See Sheet 1 For Work Documents

PO Box 467, Berwick, PA 18603
Address Reps/r Oriraniradon P.O. No. ~ Job Ho., etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
trams

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR WATER CLEAN-UP 161 B CLASS 3

5. (a) Applicable Construction Code See Sheet 3 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

(e
Item (s)

1,2,3,4

5,6

Description of Work

REPLACE STEM/DISC ASSEMBLY IN 1" GLOBE VALVE

REPLACE BACKSEATBUSHING IN 1" GLOBE VALVE

Item (s) Description of Tests

1 THROUGH 6 NO ASME TESTING REQUIRED
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tt:( igy~«'Lou'5«en .e,be.. f;:;"«":.tno,.t
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e le .f()c!single «all:res'se)s,'jaehecs'of jacfceced vesselss oc shell ~ ot heac each
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R To'fficiency

Crown RsbuCble Llltatlcal '(bntesl )te(atstbbeHcst Flat Stde to Press
(Tepa batt(Ma, Dada) V Thfrt(nftye~ Radtua,„D.Rsd(ue„at(l Rattb .,(-Apej()t(b'ttl~ (,«5 3(ad)us .n >...Dtadaeter ... (Cone ~ Or Cene.)

(a)tie
)

.cs„>'.." lf temovable, bolts used Other fastening
,(ttateHato Speco)tow'I Totted~ Re(stLber) »: It t.: ., ~ .,(. 'l, bt (,, (Describe ore)coo

-«s.ro c)aehet Closure
(Dearrlbe ~ S Oaee Sad«etdabaraetCattbaratWdt(aenetene;tf +te4Ckcrrtbe Ore'ketCb) ','. ~ e

.. harpy(fmpacc
~

.dJL'Jh.sign pressure 'psf'ac' ' '' F'c ccaip'.'of
'(~,c"

'Pears.d),snd lO co be co(nplcced foc cube seccions
n

I

)5 pttF)ch)

fc-lb
OF

'.Tube Sheecsl Scacionary. h(aceci

q.«)TO.'7»b(:
Floacing. h(aceraal

:jk':~.'"', rga4est..h(accrial
»tnt( o

Dia. ')hichaess in. Attachment
(Ktnd 4 5Pec. llo.) (Sbbb)ect to Press(Me) (Netdeda Sotted)

t

Dia. "' "" 'hidcctess'n:
hctaeh'ment'.IL.

ia Tb cbees ~a» .. Mt»bet 'Tyre

ceais.)l-l4'knel to be co()(pieced for.fccner chambers of jaeheced vessels, or channels of heat esehangers

Other fastening.. h(Descclbetor attac)b4(botch) ..
Drop 'Weight ~

Charpy lm'pace ft lb
oF ac temp. of oFpss at

terna belo«co be completed for all vessel ~ «here applicable,
~ n«

'",Abel(: M t 'i~ I ' TM. - 'b cbae s~ . Allo ease~ t Dio lt. la. Leastb ft
~ « ' '' ~ I ~ e

sc..Long H T . R T " Efficiency

()irth H.TO R.To No. of.Courses
Meads (a) Msceliaf TW''':'" '- '' '(b(MMetial"'"i' .''TW

""'"I"''rown

Xnucbte Rttlptlcq\,> Co(bleat HemtspbeHcat Flat Side to Press..
„Location Thlcbness Radius Rod)us Ratio ', APes Anele . Radtusw . ' Dtossctsrd' '(Casse serfConcs)

, %ggg:i<:
(I",~b(t()Cay, boo, end

%},CLannel
t(ceno bl, bolt ed ( I (bl (cl~

«5 M 5 a v 5 L ~ c n»

KR ~ ~

4. Design pressure
5

Safety'Valve Outlets: Number

6. No@sf est
Size Locat son

5 ~

..'P,urposr (inlet,
, ()bffttets Drst M) Rwaber Dian or Stse ilm«lal Tbtct(ness

Ret(Stores(seat
itsteHsl How Attacbed

7. inspection Manholes, No.

Opening st Handholcso No.
Locacion
Locacion
Location

Size
Siss
Size.p,t"+>,'...'Threaded, No.

Lugs Legs Ocher Artcc
(Ctsb(ytber) 'ttby(aber) (De scrtbe) ~

toit PH(weld cce'c(t TN~ da . j'IILA,(nrM ('I(dybr n(( «toil tsd'5 eu Jby du .o(( L' ~'l s ~ I ics'

~ .Liat alber C(bterybat Or etaernal SreSSON Wab Celnrldeat tecrpeeorm «tben epptleebten"'T; '

(«tbeN L ttew)

~ t ~



FORM N-2 NPT CERTIFICATE HOLDERS'ATA REPORT FOR NUCLEAR PART AND APPURTENANCES»

As required by the Provision of thc ASME Code Rules, Section III.Div. I

REGISTER NO. 04233

Blue Be PAI, (a) Manufaccuced by YarWa COr OratiOn(

(b) Manufaccuced foc

(Name and add«««so(Npr C«tun«ale Hold«r)

Penns lvania Power 8 Li ht Com an Sus uehanna Steam Electric St
t'Nam«andaddress or N c«ru()ca(c Holder ror com pl«l«d no«)«or corn pon«nl)

2. Identification-Certihcate Holder's Serial No. of Part 5293-A1 thru A'24

(a) Constructed hccording co Drawing No. Drawing Prepared by Yarwa Co'r oration

(b) Descripcion of Pact Inspected Backseat Bushin 1 inch 5500 t . 24

(c) hpplicablc ASME Codes Seccion ill,Edicion 1974, hddendadace W74, Case No.

R,,+,c Renewal parts for Nuclear Globe Valve
(Br(of description or ao«vtco fo«which component wao doa)anod)

Materiall ASME SA-182 Grade F6a Class 2

NO.

Class

0

We certify chat che scacements made in chis repose ace correcc and chis vessel parr or appuccenance as defined in the Code con
forms co che culex of consccuccion of che ASME Code Section III,
(The applicable Design Specification and Stress Rcport are not the rcsponslbllltr of the NPT Certificate Holder for parts. hn NPT Certif-
icate Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if thc appurtenance is'ot
Included ln the component Des!en Specihcation and Stress Report.)

Dace 7 t9~ a;~,d Yarata cor oration . a„. dJ Gkd
( (NPTC«cuneate Holder) F ~ W. PeSZka

ovember 14. 1989 c«ifi c of h (ho(i* c onN, N2450

CERTIFICATION OF DESIGN FOR APPURTENANCE (when applicable)

f f I Pennsyl vania Power & Light Company

Stress analysis report

Design specificacions

Stress analysis reporc

Penna.
p I E„g s Penna.

Penna.
Prof. Eng. S .ce

Pennsylvania Power & Light Company
John R. Schmiedel

f d by Ri chard 0. Schl ueter
an I ney rt ur Cop and

c rc f d by GeOr e J ~ LOOS

19370 E

Reg.No. 26382E
19877E

art.N .~23 5

CERTIFICATE OF SHOP INSPECTION

I, the undersigned, holding a valid commission issued by che Nacional Board "of Boiler and Pressure Vessel Inspectors
atld/or che Scale or Province of Penn S 1 Vani a and employed by ArkWri

MA* have inspccced che part of a prcssure vessel described in chis

Partial Data Report on t 19 83. and state that to the best of mv knowted)te
and belle(. the NpT certincate Holder has constructed this part in accordance with the hsMB code secuon ill.

By signing chis cercificace, neither che Inspector nor his employer makes any warrancy, expressed or implied, conccrn-
tn(c the part described in this partial Data Report. Furthermore, neither the inst)ector nor his emt)lorer
shall be liable in any manner for any personal injury or propelcy damage or a loss of any kind arising frotn or connected
with (his inspection.

Dace

inspector' S)cnatttre

19 ~5 *Factory Mutual System

fo, 00(i
Notional Board, State, Provlncc ond No,

«Supplcmcnt ~ I sheet ~ In lorna ol ll~ t ~, sketches or dtsavln«s rosy tae used provided (l) sade ts Sya" a l I", ()) inlonnstlon ln lleths I ) on this
osa ~ Rcevtl tl ahctvdcd vn cscla thcrl. asd tat ra ah three la nvnhrccd ahd hvnhrr vtshcrts ls tccvntrd to itrah a. aceastha"

(tof77) This fottn (E00040)may be obtained from lhc Order Ocpl., ASME,34S e. 47th Sl., New York. N.Y. 10017



FORM N-2 (brick)

Items 4-8 Inc! co be completed for single wall vessels, jaekecs of jacketed vessels, or shells of heac exchangers.

5. Seams: 1.'ong H.T.'.T.
Nominal Corrosion

4. Shell: Macecial T.S. 'hickness in. hllowanee in.(Kindgt Spec. No.) (Min.or Range Speci(lcd)

7t

Di .—f .—i ."L' h.

Ellicie ry ~
Girch

6. Headst (a) Macerial

l.ocstlon
(Top, bottom, ends)

(a)
(b)

H.T.'.S. R.T.

Crown Knuckl~ Elllptlcsl
Thlcknes ~ Radius Radius Ratio

No. of Courses

(b) Material
Conlcsl Hetnlspherlcsl

Apex Angle Radius

T.S
Flat

Dlem et et
Side to Pres ~ .

(Conv. or Conc.)

lf removable, bolts used
(Mstetlsl, Spec Now TiSitstxet Number)

Other fascening
(Describe or sttseh sketch)

8. Design pressure

7. J ackc:c Closure:
(Describe os ogee end weld, bst, cte lrbsr give dlmcn clone, l(bolted, describe or sketch)

Drop Wc,ighc

Charpy tmpacc
pst ac F ac cemp. of

fc-Ib
oF

Icems t) and 10 co be eompleced for cube seecions
I

.9. Tube Sheecsc Scacionaty.tMacertal Dia Thickness in. htcachmenc
(Kind Ct Spec. No.) (Sublect to prcssure) (trelded, Bolted)

Floacing. Macerial
10. Tubes: Macerial O.D. in.

Dia.
Thickness

Thickness in. hccaehmenc
Inches
or gage, Number Type

(Str. or V)
lcems 11-14 inel co be eompleced for inner chambers of jacketed vessels, or channels of heac exehangers.

12. Seams: Long H.T.'.T.
Nominal Corrosion

11. Shell: Material T.S Thickness ~n. hllowance in.
(Kind Ct Spec. No.) (Mln o(Range Spccllled)

Dia. fc. in. Length 'c. in~ f

Efficiency 7t

Girth
13. Heads (a) Macerial

H.T.'S R.T.
(b) Material

No. of Courses
T.S.

Location
Crown Knuckle EIHptlcsl Conlcsl Hemispherical Fist

Thlckne ~ s Radius Rsdlus Ratio Apex Angle Radius Dlsmctet
Side to Pres~ .

~(Conv. or Cone,)

(a) Top, boctom, ends

(b) Channel
lf removable, bolts used (a) (b) (c) Ocher fascening

14. Design pressure psl at oF

(Describe or snsch sketch)
Drop Weighc
Charpy Impact
ac temp. of

ft-lb
oF

Icems below to Qe completed for all vessels where applicable.

15. Ssfecy Valve Outlecst Number
16. Nozzle s:

Size Location

Putpose (Inlet,
Outlet, Drain) Number „Dls, or Stre Type Materi ~ I i Thlctcnes ~

Reinforcement
Material How Attsched

17. Inspection Manholes, No.
Openings: Handholes, No.

Threaded, No.
IS. Supporcs: Skirt 'Ye

~ ot rto)

Size
Size
Size

Lugs Legs
(Number)

Location
Loeacion
Location

Other
(Numbct) (Describe)

e wit CFC
~ f'lwI '

I

(Whete Ct How)

.e
I lr Po ~ tweld Hest Tte ~ ted,t l.l~ t other Intetnsl ot external ptct sate with coincident temperature when epptlesble.



162A I

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

14

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 11 For Work Documents

Repair Organization P.O. Na. Job No., eto.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101 Authorization No. N/A

Expiration Date

4. Indentificatlon of System REACTOR VESSEL 162A CLASS 1

5. (a) Applicable Construction Code See S"eet 13 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

N/A

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) CONTROL ROD
DRIVE

2) CONTROL ROD
DRIVE

3) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

S/N 9215

S/N 9488

S/N 9223

N/A

N/A

N/A

CRD 14-11

CRD 14-11

CRD 22-11

1978

1978

1978

REPLACED YES

REPLACED YES

REPLACEMENT YES

4) CONTROL ROD
DRIVE

5) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

GENERAL
ELECTRIC

S/N 9204

S/N 7764

N/A

N/A

CRD 22-11

CRD 22M

1978

1978 REPLACED YES

REPLACEMENT YES

7. Description of Work See Last Page

8. Tests Conducted: Hydrostatic Pneumati<Q Nominal Operating Pressure@
Other@ Pressure psi Test Temp. ep

See Last Page

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N fn. x 11 ln., (2) informa-
tion in items 1 through 6 on this report Is Included on each sheet, and (3) each sheet is numbered and the number of sheets Is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 1001 7



9.Remarks N/A

FORM NIS-2 (Back)

App4cable Manufacture's Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

repatrrrepta«ment conforms to the rules of the
reparr or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners Designee, rrre V.P. - Nu EAR OPERATlONS

Date

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by ARKWRI HT MUTUALINSURANCE CO. of

WALTHAM MASSACHUSE S > '~ 4 havein ectedthecomponentsdescribed
ln this Ovmer's Report during the period to / / and state that
to the best of my knowledge and belief, the Owner has perf rmed exa inations and taken corrective measures described ln this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certilicate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in a armer for any personal InJury or property damage or a loss of any kind arising from or connected with this
inspection. FACTORY MUTUALEN ASSOC.

Commissions

Date

Inspector's Signature

is~4
National Board, State, Province, and Endorsements



162A I

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 2 of

2/11/94

14

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Organization P O.No ~ Job Nor eto.

3. Work Performed by PennSylVania POWer 8 Light CO.
Name

Two North Ninth St.. Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

Type Code Symbol Stamp None

4. Indentificatlon of System REACTOR VESSEL 162A CLASS 1

5. (a) Applicable Construction Code See Sheet 3 19 Edition, Addenda,

(b) Applicable Edmon of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

6) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

S/N A5465 N/A CRD 2243 1981 REPLACEMENT YES

7) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

S/N 9143 N/A CRD 2607 1978 REPLACED YES

8)CONTROLROD
DRIVE

9) CONTROL ROD "

DRIVE

10) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

S/N 9353

S/N A4342

SIN 7914

N/A

N/A

N/A

CRD 2607

CRD 2649

CRD 2&39

1978 REPLACEMENT YES

1981 REPLACED YES

1978 REPLACEMENT YES

11) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

S/N 9230 NIA CRD 2665 1978 REPLACED YES

12) CONTROL ROD
DRIVE

13) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

GENERAL
ELECTRIC

S/N 9171

S/N 9254

NIA

N/A

CRD 26%5

CRD 2&59 1978 REPLACED YES

1978 REPLACEMENT YES



162A I

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 3 of

2/11/94

14

2. Plant Susquehanna Steam Electric Station Unit 1: See Sheet 11 For Work Documents

PO Box 467, Berwick, PA 18603
Address Repair Organizabon P.O. No., Job No., ete.

3. Work Performedby PennSylVania POWer & Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentification of System REACTOR VESSEL 162A CLASS 1

5. (a) Applicable Construction Code See Sheet 13 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thruMf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

14) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

S/N 7772 NIA CRD 28-59 1978 REPLACEMENT YES

15) CONTROL ROD
DRIVE

16) CONTROL ROD
DRIVE

17) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

S/N 8479

S/N A985

S/N 9325

N/A

N/A

N/A

CRD 30-27

CRD 30-27

CRD 34-39

1978 REPLACED

1978 REPLACEMENT

1978 REPLACED

YES

YES

'ES

18) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

S/N A943 N/A CRD 34D9 1978 REPLACEMENT YES

19) CONTROL ROD
DRIVE

20) CONTROL ROD
DRIVE

21) CONTROL ROD
DRIVE

22) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

S/N A5621

S/N 9515

S/N 7805

S/N 5717

N/A

N/A

N/A

N/A

CRD 34.47

CRD 34<7

CRD 38-03

CRD 38.03

1981 REPLACED

1978 REPLACEMENT

1978 REPLACED

1978 REPLACEMENT

YES

YES

YES

YES

23) CONTROL ROD
DRIVE

24) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

GENERAL
ELECTRIC

S/N 8864

S/N 8836

N/A

N/A

CRD 38-19

CRD 38-19

1978 REPLACED

1978 REPLACEMENT

YES

YES



162A I

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Date

Sheet

2/11/94

4 of

1: See Sheet 11 For Work Documents

PO Box 467, Berwick, PA 18603
Address Repair Orsanizadon P.O. No., Job No., eto.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentificat ton of System REACTOR VESSEL 162A CLASS 1

5. (a) Applicable Construction Code See 6"eet "3 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

25) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

S/N 7817 N/A CRD ~3 1978 REPLACED YES

26) CONTROL ROD
DRIVE

27) CONTROL ROD
DRIVE

28) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

S/N A981

S/N 8332

SIN 9354

NIA

N/A

NIA

CRD X&3

CRD 5M9

CRD 5049

1978

1978

1978

REPLACEMENT

REPLACED

REPLACEMENT

YES

YES

YES

29) CONTROL ROD
DRIVE

30) CONTROL ROD
DRIVE

31) CONTROL ROD
DRIVE

32) CONTROL ROD
DRIVE

33) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

GENERAL
'LECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

S/N 7548A

S/N 7753

'/N 5385

S/N 8830

S/N 8820

N/A

N/A

N/A

N/A

N/A

CRD 5043

CRD ~3

CRD54<9

CRD54Q9

CRD 58-27

1978

1978

1981

1978

1978

REPlACED

REPlACEMENT

REPLACED

REPLACEMENT

REPLACED

YES

YES

YES

YES

YES

34) CONTROL ROD
DRIVE

35) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

GENERAL
ELECTRIC

S/N 7810

S/N 8273

N/A

N/A

CRD 58-27

CRD 5845

1978

1978

REPLACEMENT

REPLACED

YES

YES



(

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

162A I

Two North Ninth St., Allentown, PA 18101
Address

Sheet 5 of 14

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 11 For Work Documents

Repair Organization P.O. No., Job Noa eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentificatlon of System REACTOR VESSEL 162A CLASS 1

5. (a) Appticable Construction Code See Sheet "3 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

36) CONTROL ROD
DRIVE

37) CONTROL ROD
DRIVE

38) CONTROL ROD
DRIVE

39)CONTROLROD
DRIVE

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

S/N A5494

S/N 9523

S/N A4482

S/N 8170

N/A

N/A

NIA

N/A

CRD 5&35

CRD 5(L39

CRD 5(h39

CRD 3445

1981

1978

1984

1978

REPLACEMENT

REPLACED

REPLACEMENT

REPLACED

YES

YES

YES

YES

40) CONTROL ROD
DRIVE

GENERAL
ELECTRIC

S/N 9143 N/A CRD 34-35 1978 REPLACEMENT YES

41) CONTROL ROD
DRIVE

42) CONTROL ROD
DRIVE

43) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

S/N 5717

S/N 8276

*SEE NOTE(1)

NIA

N/A

N/A

CRD 30J37

CRD 3(h07

CRD 14-11

1978

1978

REPLACED

REPLACEMENT

REPLACED

YES

YES

44) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

SEE NOTE(2) N/A CRD 14-11 1993 REPLACEMENT NO

45) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

'SEE NOTE(1) N/A CRD 22-11 REPLACED NO

NOTE(2):GE hiPI NO l32C9293POOI ~ IIT CODE IIAL.BUILTI993
I

NOTE(l): GE hiPI. NO. I ITCA$159002 ~ HT. NUMBERAND YEAR BUIIT NOTAVAILABLE



162A I

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power & Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 6 of 14

Repair Organlaaaon P.O. No., Job No„eto.

Unit 1: See Sheet 11 For Work Documents

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR VESSEL 162A CLASS 1

5. (a) Applicable Construction Code See Sheet 13 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

46) 8 CRD FLANGE
BOLTS

47) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

GENERAL
ELECTRIC

'SEE NOTE(2)

'SEE NOTE(1)

NIA

NIA

CRD 22-11 '

CRD 22A3

1993 REPLACEMENT

REPIACED

NO

NO

48) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

'SEE NOTE(2) NIA CRD 22A3 1993 REPLACEMENT NO

49 8 CRD FLANGE
BOLTS

50) 8 CRD FLANGE
BOLTS

51) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

'SEE NOTE(1)

'SEE NOTE(2)

'SEE NOTE(1)

NIA

N/A

NIA

CRD 2647

CRD 2647

CRD 2649

1993

REPLACED

REPLACEMENT

REPLACED

52) 8 CRD FLANGE
BOLTS

53) 8 CRD FLANGE
BOLTS

54) 8 CRD FLANGE
BOLTS

55) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

'SEE NOTE(2)

'SEE NOTE(1)

'SEE NOTE(2)

'SEE NOTE(1)

NIA

N/A

N/A

N/A

CRD 2649

CRD 26-55

CRD 26-55

CRD 26.59

1993

1993

REPLACEMENT

REPLACED

REPLACEMENT

REPLACED

NO,,

NO

NorIE(2XOE MPI. NO 132C9293POOI ~ lfr.CODE IIAI BVILT1993
NOTE(l):CE MPL NO, 117C4515POO2 ~ IIT.NL'hi BE R ANDYEAR BuILTNOI'VAILABLE



162A I

(

1. Owner Pennsylvania Power & Light Co.
Name

Date 2/1 1/94

FORIVI NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Two North Ninth St., Allentown, PA 18101
Address

Sheet 7 of 14

2. Plant Susquehanna Steam Electric Station Unit 1: See Sheet 11 For Work Documents

PO Box 467, Berwick, PA 18603

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Oreanizabon P.o. No., Job No„elc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentificatlon of System REACTOR VESSEL 162A CLASS 1

5. (a) Applicable Construction Code See Sheet 13 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thlu Vfr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

56) 8 CRD FLANGE
BOLTS

57) 8 CRD FLANGE
BOLTS

58) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

SEE NOTE(2)

SEE NOTE(1)

'SEE NOTE(2)

NIA

N/A

N/A

CRD 2649

CRD 30-27

CRD 30-2?

1993 REPLACEMENT NO

REPLACED

1993 REPLACEMENT NO

59) 8 CRD FLANGE
BOLTS

60) 8 CRD FLANGE
BOLTS

61) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

'SEE NOTE(1)

'SEE NOTE(2)

'SEE NOTE(1)

N/A

N/A

N/A

'RD
3449

CRO34C9

CRO34R?

REPLACED NO

REPLACED

1993 REPLACEMENT NO

62) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

SEE NOTE(2) N/A CRO34<7 1993 REPLACEMENT NO

63) 8 CRD FLANGE
BOLTS

64) 8 CRD FLANGE
BOLTS

65) 8 CRD FLANGE
BOLTS

66) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

'SEE NOTE(1)

'SEE NOTE(2)

'SEE NOTE(1)

'SEE NOTE(2)

N/A

NIA

N/A

N/A

CRO 38-03

CRD 384)3

CRD 38-19

CRD 38-19

REPLACED NO

REPLACED

1993 REPLACEMENT NO

1993 REPLACEMENT NO

NOTE(2): GE hfPL No l31C9293POOI ~ HT. CODE HAL.BUILTI993
'Ncrrs(l): GE hfPL NO. I I7C4S I 3P002 ~ IG; 8 lM BE R AND YEAR BUILTNQP AVAILABLE



~ +

Cy



162A I

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 8, of

2/11/94

14

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1'ee Sheet 11 For Work Documents

Repair Organrsairon P.O. No., Job No.; eto,

3. Work Performedby PennSylVania POWer & Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

None

N/A

4. Indentification of System

Expiration Date
I

REACTOR VESSEL 162A CLASS 1

N/A

S. (a) Applicable Construction Code See Sheet 13 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

67) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

'SEE NOTE(1) N/A CRD 3(L43 REPLACED NO

68) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

'SEE NOTE(2) N/A CRD 3843 1993 REPLACEMENT NO

69) 8 CRD FLANGE
BOLTS

70) 8 CRD FLANGE
BOLTS

71) 8 CRD FLANGE
BOLTS „

72) 8 CRD FLANGE
BOLTS

73) 8 CRD FLANGE
BOLTS

74) 8 CRD FLANGE
BOLTS

75) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

'SEE NOTE(1)

'SEE NOTE(2)

'SEE NOTE(1)

'SEE NOTE(2)

*SEE NOTE(1)

SEE NOTE(2)

'SEE NOTE(1)

> N/A

N/A

N/A

N/A

N/A

N/A

CRD 50-39

CRD 5049

CRD 50-43

CRD 5(h43

CRD 5449

CRD 54-39

CRD 58-27

1993

*(1)

1993

1993

REPLACED NO

REPLACEMENT NO

REPLACED NO

REPLACED

REPLACEMENT NO

REPLACED

REPLACEMENT NO

76) 8 CRD FLANGE
BOLTS

77) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

GENERAL
ELECTRIC

*SEE NOTE(2)

'SEE NOTE(1)

N/A

N/A

CRD 58-27

CRD 5845

1993 REPLACEMENT

REPLACED

,NO

NOTE(2): GE hIPl NO l32C9293POOI ~ HT. CODE HAI BUIIT1993
'NO'K(l)rOEhIPL NO. I ITCS5I5P002- IIT,NuhIBER AND YEARBuILTNOT AVAILABLE





(

1. Owner Pennsylvania Power & Light Co.
Name

Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

162A I

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

'heet 9 of 14

Repair Organization P.O. No., Job No:, etc.

1: See Sheet 1 1 For Work Documents

3. work Performed by Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

. Authorization No.

Expiration Date

None

N/A

N/A

4. Indentification of System REACTOR VESSEL 162A CLASS 1

5. (a) Applicable Construction Code See Sheet 13 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Cg
78) 8 CRD FLANGE
BOLTS

79) 8 CRD FLANGE
BOLTS

80) 8 CRD FLANGE
BOLTS

81) 8 CRD FLANGE
BOLTS

82) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

GENERAL
ELECTRIC

'SEE NOTE(2)

'SEE NOTE(1)

'SEE NOTE(2)

'SEE NOTE(1)

'SEE NOTE(2)

N/A

N/A

N/A

NIA

N/A

CRD 5845

CRD 5IL39

CRD 5IL39

CRD 34~

CRD 34M

1993

1993

REPLACEMENT

REPLACED

REPLACEMENT

REPLACED

REPLACEMENT

NO

NO

83) 8 CRD FLANGE
BOLTS

GENERAL
ELECTRIC

'SEE NOTE(1) N/A CRD 3007 REPLACED NO

84) 8 CRD FLANGE
BOLTS

85) PIPE SUPPORT/
SNUBBER

86) REAR BRACKET
AND LOAD PIN

GENERAL
ELECTRIC

BECHTEL

BECHTEL

'SEE NOTE(2)

N/A

N/A

N/A

NIA

N/A

CRD 30-07

DBA-102.H13

MST422-H31

1993

1982

1982

REPLACEMENT

REPAIRED

REPLACED

NO

NO

NO

87) REAR BRACKET
AND LOAD PIN

GRINNELL N/A NIA MST-022-H31 1985 REPLACEMENT

NOTE(2): GE MPL NO I37C9293P00I Irr,CODE HAI„BUILT1993
NOIE(I):G E M PL NO. I I7CIS I$9002. Irr, NUSIBER AND YEAR BUII T NOI'VAILABLE



FORM NIS-2 OWNER'S REPORT FOR REPAlRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

162A I

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 10 of

2/1 1/94

14

2. Plant Susquehanna Steam Electric Station Unit 1: See Sheet 11 For Work Documents

PO Box 467, Befwick, PA 18603
Address Repair Organisation p.O. No., Job No:. etc.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR VESSEL 162A CLASS 1

5. (a) Applicable Construction Code See Sheet "3 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

88) MAINSTEAM PIPE GENERAL
ELECTRIC

N/A N/A VNB-B21-17R 1982 REPAIR YES



'0

(.~



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

162A I

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Two North Ninth St.
~ Allentown, PA 18101

Address

Date

Sheet 11 of

2/11/94

14

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 11 For Work Oocuments

Repair Organisation P.O. No.. Job No. ~ eto.

3. Work Performed by Pennsylvania Power 8 Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. IndentiTication of System REACTOR VESSEL 162A CLASS 1

5. (a) Applicable Construction Code See Sheet 13 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1,2,43,44

3,4,45,46

5,6,47,48

H20341

H20342

H20343

C93-162465

C93-1 62466

C93-1 624I67

7,8,49,50 H20348 C93-162M8

9,10,51,52

11,12,53,54

13,14,55,56

H20349

H20350

H20351

C93-1 62469

C93-162%70

C93-162471

15,16,57,58 H20352 C93-1 62-072

17,18,59,60

19,20,61,62

21,22

H20354

H20355

H20367

C93-1 62-074

C93-1 62-075

C93-1 62487

23,24,65,66 H20357 C93-162-077

25,26,67,68 H20358 C93-162478



(
1. Owner Pennsylvania Power 8 Light Co.

Name
Date 2/1 1/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

162A I

Two North Ninth St., Allentown, PA 18101
Address

sheet 12 of 14

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

unit 1: See Sheet 11 For Work Documents

Repair Organization p.O. tro., Job No~ eto.

3. Work Performed by Pennsylvania Power 8 Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. IndentiTication of System REACTOR VESSEL 162A CLASS 1

S. (a) Applicable Construction Code See Sheet "3 19 Edition, Addenda,
(b) Applicable Edition of Section XI UtiTtzed for Repairs or Replacements 19 80 thru Vtr80

6. identification of Components Repaired or Replaced and Replacement Components

Code Case

27,28,69,70 H20359 C93-162%79

29,30,71,72

31,32,73,74

33,34,75,76

35,36,77,78

37,38,79,80

H20361

H20362

H20363

H20364

C93-1 624l80

C93-162481

C93-1 62482

C93-162%83

C93-162-084

39,40,81,82

41,42,83,84

63,64

H20366

H20365

H20356

C93-1 62486

C93-1 62-116

C93-162-076

85 S 34920 C93-1 62-1 65

86,87

88

S34915

S23590

C93-162-1 68

C93-1 62Z98



162A I

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St.. Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Sheet 13 of 14

Unit 1: See Sheet 11 For Work
Documents'.

Work Performed by

Address

Pennsylvania Power 8 Light Co.

Repair Organization p.O. No., Job No.r etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System REACTOR VESSEL 162A CLASS 1

5. (a) Applicable Construction Code See Sheet 13 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

(.

Item (s)

1,2,3,4,5,7,8,10,1 1,12,1 3,15,1 6,17
~ 1 8.20,21,23,25,27,28,29,30,32,34

~35,37,39,40,42

Applicable Construction Code

ASME SECTION III; CLASS 1; 1971 EDITION;NO ADDENDA

6,9,14,19,24,26,31,33,36,38,85,
86,87,88

ASME SECTION III;CLASS 1; 1971 EDITION;Vtf72ADDENDA

22,41

43,45,47,49.51,53,55,57,59,61,63,
65,67,69,71,73,75,77,79,81,83

ASME SECTION III; CLASS 1; 1971 EDITION; S'73 ADDENDA

ASME SECTION III; CLASS 1; 1974 EDITION; NO ADDENDA

44,46,48,50,52,54,56,58,60,62,64,
66,68,70,72,74,76,78,80,82,84

ASME SECTION III; CLASS 1; 1986 EDITION; NO ADDENDA



(y

'

( ~



f

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

162A I

Two North Ninth St., Allentown, PA 18101
Address

Sheet 14 of 14

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 11 For Work Documents

Repair Organization P.O. No., Job No„etc.

3. Work Performed by PennSylVania POWer 8 Light CO.
Name

Two North Ninth St., Allentown, PA 1&101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentification of System REACTOR VESSEL 162A CLASS 1

5, (a) Applicable Construction Code See Sheet 13 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s)

1 THROUGH 42

42THROUGH84

86,87

Description of Work

REPLACED CONTROL ROD DRIVES

REPLACED EIGHT HOUSING BOLTS WITH NEW DESIGN BOLTS

REMOVE ABANDONEDPIPE CLAMPER NCR 93-243

REPLACE DAMAGEDREAR BRACKETAND LOAD PIN PER NCR 93-246

RESUBMIT NIS-2 TO CORRECT SYSTEM NUMBER. (183A1+162A1)

Item (s) Description of Tests

1 THROUGH 84

86,87

VT2 DURING SE-10MM2-1; 1020PSIG; 163eF

VT3 AND VT4; VT-93-557

NO ASME TESTING REQUIRED



164A I

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 2 For Work Documents

Repair Ortranizaten P.O. No., Job No.tete.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RECIRC- FLOW CONTROLAND JET PUMP INST. 164A CLASS 1

5. (a) Applicable Construction Code See Sheet 3 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) SPD HANGER
CLIPS

BECHTEL N/A N/A SP-DCA-144-
H2224 a H169

1982 REPLACED

2) SPD HANGER
CLIPS

8ECHTEL N/A N/A SP-DCA-144-
H2224 a H169

1984 REPLACEMENT NO

3) 1 "X1" EXCESS
FLOW CHECK VALVE

4) 1 "X1" EXCESS
FLOW CHECK VALVE

MAROTTA
SCIENTIFIC

MAROTTA
SCIENTIFIC

S/N 322

S/N 380

N/A

N/A

XV-142F059G

XV-142F059G

1977

1982

REPLACED YES

REPLACEMENT YES

7. Description of Work

8. Tests Conducted: Hydrostatic

Other@

See Last Page

Pneumaticcj Nominal Operating Pressurecj
Pressure psi Test Temp. 'F

See Last Page

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

SEE ATTACHED DATAREPORTS FOR CODE-STAMPED ITEMS.
Applicable Manufacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE
We certify that the statements made in the report are correct and this «patri«p»«ment conforms to the rules of the

ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or owners Desilt ee. Title V.. -NUCLEAROPERATIONS

Date /g ,r9

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof P NS LVANIA and employed by ARKWRIGH MUTUAL NSURANC CO. of

WALTHAM MASSACHUSETTS have i pecte the components described
In this Owner's Report during the period to , and state that
to the best of my knowledge and belief, the Owner has pe ormed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected viith this
inspection.

FACTORY MUTUALENG ASSOC.

Commissions /
Inspector's Signature National Board, State, Province, and Endorsements

Date



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS'
As Re uired b the Provisions of the ASME Code Section XI

164A I

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 2 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Belwick, PA 18603
Address

Unit 1: See Sheet 2 For Work Documents

Repair Oriranizabon P.O. No., Job No.. etc.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Acktress

Authorization No.

Expiration Date

N/A

N/A

*
~ ~ ~

4. indentificatlon of System RECIRC - FLOW CONTROL AND JET PUMP INST. 164A CLASS 1

S. (a) Applicable Construction Code See Sheet 3 19 Edition, Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components
I

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1,2

3,4

S43091

S43091

C93-164-0M

C93-164-007



I'.
Owner

2. Plant

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

Date 2l11l94

Sheet 3 of

Unit 1: See Sheet 2 For Work Documents

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS's

Re uired b the Provisions of the ASME Code Section XI

PO Box 467, Berwick, PA 18603
Address Repair Oriianlzation P.O. No., Job No., etc.

3. Work Performed by Penns lvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indenttficatton of System RECIRC - FLOW CONTROL AND JET PUMP INST. 164A CLASS 1

5. (a) Applicable Construction Code See Sheet 3 19 Edition, Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru trV80
'\

8. Identification of Components Repaired or Replaced and Replacement Components

Item (s) Applicable Construction Code

1,2 ASME SECTION lil;CLASS 1; 1971 EDITION;W72 ADDENDA

3,4 ASME SECTION III; CLASS 1; 1974 EDIT(ON; vtr74 ADDENDA



(

1. Ovmer Pennsylvania Power & Light Co.
Name

Date 2/1 1/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

164A I

2. Plant

Two North Ninth St„Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 4 of

Unit 1: See Sheet 2 For Work Documents

Repair Organization P.O. No., Job No., eto,

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentificatlon of System RECIRC - FLOW CONTROL AND JET PUMP INST. 164A CLASS 1

5. (a) Applicabte Construction Code See Sheet 3 19 Edition, Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identilication of Components Repaired or Replaced and Rephcement Components

Item (s) Description of Work

1,2

3,4

REFABRICATE HANGERS TO ALLOWPLACEMENT OF VALVEXV-142F059G

REMOVE AND REPLACE FLOW CHECK VALVEDUE TO FAILURE

Item (s) Description of Tests

1,2,3,4 NO ASME TESTING REQUIRED



'.g, v",a'naa

lilnaSl t V%1 tvtRttl

SCAM NPV-1 N CBlTlRCATK HOLOHlS'ATA%KANT RN NVCLKA1lRJMM Oll VALVES
Aa fleqtt)red by Qie Koylaiona of the AShCK'Code,'&ion IN. Ohr. 1

1
a

sean lectured byMarotta Scienti ic Controls„ ? nc, r Boonton gve. t Boonton~NJ. 07005
(Name and Address of N Cert)ticate )to)der)

Manufactured for CQRP.OQZ
trtame and Address ot PutChasei O< Ownrn

INams and Addiessl il 5 ii w ra ~

p I 0 v I Mao II I lairs i~ima O„»air.~ie
finch) finch)

t ~ )MOdel NO. lbl N CertifiCate HOlder'5 tCl Canadian

Series No. Serial Registration ldl Drawing t tl Nat'l lgl Year

or Type No. No No 'e) Class Bd No, Built

.„ FVL16FD 380 THRU 383 NONE 281314-900'2 1 1248THRU1251 1982
~ a i REV,

L''ai

dti
tgi
ltg)

s gled
with

low check valve Model FVL 16FD water service, e ui
f8rief description of service tor which ertvlament yrss osslgnedlza—" ed

ei. Deaign COnditii'a

0. Cotd yyorking Pres

0 pressure Retaining

1~ 0
tPressuiel

sure
Pieces

600
IH i

P

'F or Valve,Pressure Class
I'i

Mark No. Material Spec. No Manufacturer Remarks

la) Castings

~NA

lb) Forgings

N A

tt) For manually operated valves only.
(

II

Supplemental sheets in torm ol list~. sketches or drawings may be used provided lt) site i~ 8 1'2 x ll . I2).information in
stems t. 2 and 5 on this Data Raporti)s )nell)dht$ on each sheet. and l3) each sheet ia nofnberec) ancfvttt~ of sheets
ts recorded at top ol thi~ torm.



Fe I ' n n ' t
t

FOIWI IVV.IIBsckl

Msik No Motorist Spec. No. ~ Minu4ctuiar IIemsrks

'oltino

da ~ ~

ldl Other Parts

:-- -900lgZ 5.5.6 >A

-9002~A318 59B
-9002JA31859A
-9001JA55657A

A182 6

SAJ~2
~SA1 8 2 F 3 6

SA182 6 ~~ge.t..

& asvotostetic test 5 0 psi. Desk Oirlerentiel test pressure 1 6 0 psi.;,"

CERTlRCATE OF COfytPUANCE

. vve ccrtity that the statements mode in this report are correct and that this pump. or valve, conforms to the rules ot

ena of 1ne namt code fa N e1 e powe plem comaa en1 ~ . Section ~ & an... td o 1974- ~, &1u—.

rDetel
, sp„,dMarotta Scientific ControlssIncb„

irs certiriceie ssoI4eps

-11&1,.—.-- ~
'

~ - &&&&a
Iiii lberel

mn o
'

CERTIFICATION OF DESIGN

I Des gn information on file at X46Ir944~QieQ~c...coAtQ>j.s
, stress analysis report iclass I only) on file st . Hnxu~S<iaotgxa. Controls.
I
i

, Design specifications certified by itl M~~CGR~.MQQmCX
. ~&&&&a

Jol& '1n'
~ J ~ Aag, No.. 208.99

Il) Signature not required. Liat name only.

CERTIRCATE OF SHOP INSPECTlON

the undersigned. holding ~ valid commission issued by the National Board of Boiler snd Pressure vessel Inspectors
ond the State or Province of

have Inspaclad the pump. or volvo. dascribed in this Pote Repor on
19 „.and state that to the bast or my knowladpa ond baliet, lhe N Certgicsta Holder has con.

structad this pump, or valve, in accordance with tha ASME Code. Section III,

Dote ..

By signing this cartificate. neither the Inspector nor his employer makes ony warranty. expressed or implied. concerning
tste equipment described in this Oats Report. Furthermore. neither the Inspector nor his emptoyer shall be liable in any
manner for eny personal <njury or property damopa or ~ loss ot sny kind srisinp from or connected with thi~ inspeCtion.

4 1983 ~c9'- zu~
II.V.0566 N. L 476OHIO NsF'OrPA. COMM. W C II678

Ct INei'i Bts. State. ItrOv etta No.l



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

164A II

1. Owner Pennsylvania Power & Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Sheet 1 of 1

Unit 1: Work Athorization ¹ S13298

PO Box 467, Berwick, PA 18603
Address

3. Work Performed by

Address

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101 Authorization No. N/A

CODE REPAIR FORM f/ C92-164408

Repair Organization P.O. No., Job No„eto.

Type Code Symbol Stamp None

Expiration Date N/A

4. Indenti%cation of System RECIRC. FLOW CONTROL AND JET PUMP 164A CLASS 2

5. (a) Applicable Construction Code SECTION III 19 80 Edition, W'80
Addenda,'b)

Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identiiicatlon of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1)MAINDISC TARGET ROCK VALVES/N
75KK-209-14

N/A SV1 2374 1981 REPLACED YES

2)MAINDISC TARGET ROCK S/N 2169 '/A SV1 2374 REPLACEMENT YES

7. Description of Work REMOVE AND REPLACE DISC OF 1" SOLENOID VALVE

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@ NO AsME TEsTING REQUIRED

Other@ Pressure psl Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8Ya in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets Is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept;, ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

SEE ATTACHED DATAREPORTS FOR CODE-STAMPED ITEMS.
Applcabre Manufacture/'a Data Reports to be affached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

repatrlreptacement conforms to the rules of the
repair or reptacement

Type Code Symbol Stamp

Certificate ofAuthorization No.

Signed

N/A

N/A

Expiration Date

Date

N/A

owner or owner's oesisnee rite Yp.- ucl SAR opERATIONs

CERTIFICATION OF INSERVICE INSPECTION

Inspec oVs Signature

Date

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNS LVANIA and employed by ARKWRIG T MUTUALINSURANC CO. of

W MASSACHUSETTS have I ecte the components described
in this Ovmer's Report during the period to'nd state that
to the best of my knowledge and belief, the Owner has pe ormed xaminatlons and taken corrective mea ures described in this
OvmeVs Report In accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described In this OwneVs Report. Furthermore, neither the Inspector nor his employer
shall be liable In an manner for any personal Injury or property damage or a toss of any Idnd arising from or connected with this
inspection.

FACTORY MUTUALENG SSOC.

Commissions 8
National Board, State, Province, and Endorsements
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Part or Appurtenance
'Ser(a) Number

Natfonat
Board No.

fn Numertcal Order
'I

Part or Appvrtonince""'nS'eifi&iimber
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l91
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(221
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l24)
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2169 ~
l ~ n ~

N A

N/A
~ -g ~ A

~ N A

(281

~ (27)
" (28)„

(29) ~

(30)
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(321
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(34)
~ (35)
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(41)
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~ ".

"'i "~ c

s
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on each shoot. (31 each shoot la numbered and the nkrmbor of sheoca ls recorded at cho top of chl ~ form.

This form K00040) may be obtained from the Order Dope ASME. 22 aC))dy alrf', M07007 2300
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1648 I

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Belwick, PA 18603
Address

Unit 1: Work Authorization ¹ S34914

Code Repair Form ¹ C93-164-171

Repair Oreanizadorr P.O. No., Job No. ~ eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System RECIRC - WATER LOOPS AND JET PUMPS 164B CLASS 1

5. (a) Applicable Construction Code SeCtiOn III 19 71 Edition, W72 Addenda, Code Case
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru tAP80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) 28" RECIRC PIPE

2) 28" RECIRC PIPE

GENERAL
ELECTRIC

GENERAL
ELECTRIC

N/A

N/A

N/A

N/A

RD-1-A2

RD-1-B2

1982

1982

REPAIR

REPAIR

NO

?. Description of Work BLEND OUT INDICATIONSON RECIRC PIPES

8. Tests Conducted: Hydrostatic Pneumatic+ Nominal Operating PressureQX VT2 DURING SE-100-002

Other@ Pressure 1020 psl Test Temp. 163 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8ra in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St. ~ New York, N. Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Applicable Manutacturers Oats Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are correct and this
ASME Code, Section XI.

conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Orrner or ers Deslttn rrte V.P. NUCLEAROPERATIONS

Date /6 .tg 9'4

CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNS V IA andempioyedby ARKWRIG T U UA SU A CECO. ~ of

WALTHAM MASSAC USETTS ~ have in ected the components described
in this Owner's Report during the period I f I ~ ~

~ and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described ln this
Owner's Report in accordance viith the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described in this Ovmet's Report. Furthermore, neither the Inspector nor his employer

- shall be liable in an er for any personal injuryor property damage or a loss of any kind arising from or connected with this
Inspection.

FACTORY MUTUAI.ENG ASSOC.

Commissions 9
National Board, State, Province, and Endorsements

Date 19~4



164D II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Required b the Provisions of the ASME Code Section XI

Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit 1: Work Authorization ¹ S34766

Code Repair Form ¹ C93-164-166

3. Work Performed by

Address

Pennsylvania Power & Light Co.

Repair Organization P.O. No., Job No.; ere,

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System RECIRC. SEAL WATER INJECTION SYSTEM 164D CLASS 2

5. (a) Applicable Construction Code SeCtiOn III 19 89 Eamon, NO Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

Natfonal Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) ROD ON SP
SPRING HANGER

BECHTEL N/A N/A SP-DCB-111-
H2010

1982 REPLACED NO

2) ROD ON SP
SPRING HANGER

NORTHWESTERN
STEEL/DUBOSE

STEEL

HEAT NO.
68180

e

N/A SP-DCB-111-
H2010

1991 REPLACEMENT

7. Description of Work REPLACE EXISTING ROD TO ENABLE COLD LOAD SET AS NCR 93-204 REQUIRES

8. Tests Conducted: Hydrostatic PneumaticQ

Othe+ Pressure psi

Nominal Operating Pressure@ NO ASME TESTING REQUIRED

Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is BN in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is fncluded on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St. ~ New York, N. Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Apptcable Manufacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE
We certify that the statements made in the report are correct and this

ASME Code, Section XI.
conforms to the rules of the

repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No.

Signed

N/A Expiration Date

Date

N/A

/g, 19 jP
Owner or ers Oesiirnee, 4e VP.-NUCLEAROPERATiONS

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ENNSY VANIA and employed by A WRIGHT MUTUALINSURANC CO. of

WALTHAM MASSACHUSETTS ~ hav inp cted the components described
in this Owner's Report during the period to , and state that
to the best of my knowledge and belief, the Owner has'performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any er for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection. FACTORY MUTUALENG ASSOC.

Commissions

Date

Inspector's Signature

19~@~
National Board, State, Province, and Endorsements



(

1. Owner

164D II

Pennsylvania Power & Light Co.
Name

Date 2/1 1/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Sheet 2 of

unit 1: See Sheet 1 For Work Documents

3. Work Performed by

Address

Pennsylvania Power 8 Light Co.
Name

Repair Organization P.O. No., dob No., ete.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4 Indentilication of System RECIRC. SEAL WATER INJECTION SYSTEM 164D CLASS 2

5. (a) Applicable Construction Code See Sheet 2 19 Edition, Addenda,
(b) Applicable Edition of Section XI utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Applicable Construction Code

ASME SECTION III; CLASS II; 1971 EDITION;W72 ADDENDA

ASME SECTION III;CLASS II; 1989 EDITION: NO ADDENDA



(

1. Ovmer

ra

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Required b the Provisions of the ASME Code Section XI

2/1 1/94DatePennsylvania Power 8 Light Co.
Name

173A II

Two North Ninth St., Allentown, PA 18101
Address

Sheet 1 of 2

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: Work Authorization ¹ 834940

Code Repair Form f/C93-173-163

Repair Organizabon p.O. No., Job No.', ete.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

Expiration Date N/A

4. Indentilication of System ~ PRIMARY CONTAINMENTATMOSPHERE CONTROL 173A CLASS 2

5. (a) Applicable Construction Code See Sheet 2 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) 1/2" LEAKOFF
PLUG

2) 1/2" LEAKOFF
PLUG

PRATT

COLONIAL
MACHINE

VALVES/N
D4026-2-7.

HT.CODE AEM

N/A

N/A

HV 15704

HV 15704

1976 REPLACED

1989 REPLACEMENT NO

7. Descnption of Work REMOVE AND REPLACED LEAK-OFF PLUG ON 18n BUTTERFLYVALVE

8, Tests Conducted: Hydrostatic Pneumatic@ Nominal operating pressure@ No AsME TEsTING REQUIRED

Other@ Pressure psi Test Temp. 'F

/

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017

NOTE: Supplemental sheets ln form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.



FORM NIS-2 (Back)

9. Remarks N/A
Apphcabte Manutacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

repairrrepiacement conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Ownerorowne s Designee. i e V.P. ~ ttuCLEAR OPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

Inspector's S!gnature

I~ the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by ARKWRIGHTMUTUALINSURANCE CO. of

WALTHAM MASSACHUSETTS have in ct the components described
in this Owner's Report during the period to /D ~ and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described In this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

— By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected viith this
Inspection. FACTORY MUTUALENG ASSOC.

Commissions F
5'ationalBoard, State, Province, and Endorsements

Date 19~-



173A II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS, ~

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 2 of

2/11/94

2. Plant Susquehanna Steam Electric Station
trams

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 1 For Work Documents

Repair Organization p.O. tro., Job No., eto.

3. Work Performed by Penns Ivania Power 8 Light Co.
trams

Type Code Symbol Stamp N'one

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

¹. Indentilication of System PRIMARYCONTAINMENTATMOSPHERE CONTROL 173A CLASS 2

S. (a) Applicable Construction Code See Sheet 2 19 Edition, Addenda, Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

r<

fl,l>4

Item {s) Applicable Construction Code

ASME SECTION III;CLASS 2; 1971 EDITION;S73 ADDENDA

ASME SECTION III; CLASS 1; 1986 EDITION; 1988 ADDENDA

r
~ s ~



173C II

I

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAlRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Two North Ninth St., Allentown, PA 18101
Address

Sheet 1 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Organiaabon P.O. No., Job No.;eto.

3. Work Performed by 'Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Add~ass

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System H AND 0 ANALYZER 173C CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification " Year
Built

Repaired,
Replaced, or

, Replacement

ASME
Code

Stamped
(Yes or

No)
I

1) 1" Y-TYPE SS
GLOBE VALVE

BORG
WARNER

S/N 15304 N/A 157138 1976 REPLACED YES

2) 1" Y-TYPE SS
GLOBE VALVE

YARWAY S/N C-2655 N/A 157138 1990 REPLACEMENT YES

3) 1" SCH. 40 S.S.
PIPE

8ECHTEL N/A N/A SP-HC8-108'982 REPLACED

4) 1" SCH. 40 S.S.
PIPE

ALTECH HEAT NO.
AH4158

N/A'P-HCB-1084 1990 REPLACEMENT NO

7. Description of Work See Last Page

8. Tests Conducted: Hydrostatic Pneumatic+ Nominal Operating Pressure+
Other@ Pressure psi Test Temp, 'F

See Last Page

NOTE: Supplemental sheets in (orm of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New.York, N. Y. 10017



FORM NIS-2 (Back)

SEE ATTACHEDDATAREPORTS FOR CODE-STAMPED ITEMS.
Appficable Manufacturer's Oata

Reports

t be attached

CERTIFICATION OF COMPLIANCE
We certify that the statements made in the report are correct and this «patri«pia«ment conforms to the rules of the

ASME Code, Section XI. repair or reptacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners Oe 'e. Trtte V.. - NUCLEAR OPERATIONS

Date /g, 19

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVAN A and employed by AR IGH UTUALINSURANCE CO of

WALT A MASSACHUSETTS ha e inp ted the components described
in this Owner's Report during the period to

~ and state that
to the best of my knowledge and belief, the Owner has performed xaminations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the .
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any armer for any personal injury or property damage or a loss of any kind arising (rom or connected with this
inspection.

FACTORY MUTUALENG ASSOC.

Commissions
Inspector's Signature National Board, State, Province, and Endorsements

Date



173C II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 2 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by

Address

Pennsylvania Power & Light Co.
Name

Repair Organization P.O. rro., Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System H AND 0 ANALYZER173C CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIPBO

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

5) SPD-6 HANGER
CLIP

6) SPD-6 HANGER
CLIP

BEG HTEL

GRINNELL

N/A

N/A

N/A

N/A

SP-KGB-109-
H2035

SP-HCB-109-
H2035

1982

1984

REPLACED

REPLACEMENT

NO

7) SPD-7 HANGER
CLIP

BECHTEL N/A N/A SP-HCB-155-
H2001

1982 REPLACED

8) SPD-7 HANGER
CLIP

GRINNELL N/A N/A SP-HCB-1 55-
H2001

N/A REPLACEMENT



173C Il

(

1. Owner Pennsylvania Power & Light Co.
Name

Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Two North Ninth St., Allentown, PA 18101
Address

Sheet 3 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Ora anizabon P.O, No. ~ Job No., etc.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System H AND 0 ANALYZER173C CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1.2

3,4

S 23683

S23683

C93-173-057

C93-1 73-1 47

5,6,7,8 C93-1 73458



't73C II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired by the Provisions of the ASME Code Section XI

Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 4 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Organization P.O. No., Job No., etc.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

1

Authorization No. N/A

4. IndentiTication of System

Expiration Date

H AND 0 ANALYZER173C CLASS 2

N/A

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s)

5,6,7,8

Applicable Construction Code

ASME SECTION III;CLASS 2; 1974 EDITION;vtr74 ADDENDA

ASME SECTION III;CLASS 1; 1986 EDITION; NO ADDENDA

ASME SECTION III; CLASS 2; 1986 EDITION; NO ADDENDA

ASME SECTION III;CLASS 2; 1986 EDITION; 1987 ADDENDA

ASME SECTION Ill;CLASS 2; 1971 EDITION;vtr72 ADDENDA



t

1. Owner

, 173C II

Pennsylvania Power & Light Co.
Name

Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Required b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 5 of 5

Unit 1: See Sheet 3 For Work Documents

Repair Organization p.O. rro., Job rro.r etc.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St.. Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System H AND 0 ANALYZER173C CLASS 2

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Description of Work

1,2

3,4

REPLACE GLOBE VALVEDUE TO BENT STEM

INSTALLPIPE BETWEEN VALVES 157138 & SV15748A

5,6,7,8, INSTALLNEW CLIPS ON HANGER AFTER VALVEREMOVAL

Item (s) Description of Tests

1 THROUGH 8 NO ASME TESTING REQUIRED





SHOP ORDER 72349 REGISTER 94678
FORM NPV-1 CERTIFICATE HOLDERS'ATAREPORT FOR NUCLEAR PUMPS OR VALVESe

As Required by the Provisions of the ASME Code, Section ill,Division 1

P9. Of

1. Manufactured and certified by Yarwa Co oration Blue Be11 PA 19422
(name ar4 address of M Cetincste Hier)

f ctured ( Penna . Power 8 Li ht Com an . A1 1 entowl., PA 18 10 1
(name and address of Purchaser or Owner)

3 Lo t)on f '
8 tio Sus uehanna SES. Berwick, PA 18603

(name and address)

4. Model No.. Series No.. or Type

(;. ASME Uoou, -~ction III. Oivision 1t

6. Pump or valve

7. Material: Bod;

Va1ve
SA-182

Gr. '316l
Nominal inlet s)t

SA-564
Bonnet Gr

(addenda date) (cfessi

Outlets)se
gal) Iin.l

N5538

(Code Case no.l

(a)

Cert.
Holder's

Serial No.

C2648
throu h

(b)
Nat'I
Board

No.

(c)

Body
Serial

No.

BA.

(d)

. Bonnet
Serial

No.

2906

(e)

Ois2.

Serial
No.

supplemental information in form of lists. sketches, or drawings msy be used prerided f1 I site is 8% x 1 t, I2l Informsdon In Items 1 thrash 4
on this Oats Report is included on each sheet. (3I each sheet is numbered and the number of sheets la recorded st the top of this 'form.

This form f8000371 msy be obtained from the Order Oept., ASM'. 22 law Or)vs. Box 2300, Feu8eid. N3 07007-2300.(t2/88)



FORM NPV-1 (bac)t)

(4
9. Design conditions

Ipressrrrel

'IO. Cold working pressure

«F or vahre pressure cbtss
Iternpereture)

psi at 100«F

psi. Disk differendal test pressure

CERTIRCATION OF DESIGN

Oes)gn SpeciTicat)on certified by
Design Report can)fied by

h tt W Ob r 0r P.E,State PA Reg.no.~~l8Fp.r.riage~ Reg. o. ~3> <

CERTIRCATE OF SHOP COMPUANCE

We cerdfy that the statements made in this report are correct and that this pump or valve conforms to the rules for construcdon
of the ASME Code, Sec'ion ill,Division 1.
N Certificate of Author)tat)on No 1 14Expires

Date am'e
IN Certificate Hdder) Ieuthorl ted represerrtst

CERTIFiCATE OF SHOP INSPECTlON

C

I. the undersigned, holding a valid commission Issued by the National Board of Boiir and Pressure Vessel Inspectors and

the State or Province of and employed by
of * have ktspected the pump. or va)ve, described in this Data Report on

2. , 19 ~. and state that to the best of 'my knowledge and belief, the Certificate Holder has

constructed this pump. or valve, in accordance with the ASMF. Code. Sect4n ill.Oivishn 1.
r ~

. By signing this cerdficate. neither the inspector nor hh employer makes any warranty. expre ted or knpI)ed. concerning the

component described in this Data Re pon. Furthermore, neither the Inspector nor hh employer shall be liable in any manner for
any personal injury or property damage or a loss of any kind arising from or connected with th)s )nspecthn.

*Factor Hutu 1 System
Comm)sauna

IAtheorfsed Inspector) INet'I. Sd. find. «ndorsemerrtsl stet« or prov. end no.l

l1) For manually operated valves only.



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

183A I

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

2/11/94

1 of 5

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Orrranizaten P.O. Na, Jorr No. ~ ete.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authortzation No.

Expiration Date

N/A

N/A

4. Indentification of System MAINSTEAM SYSTEM 183A CLASS 1

5. (a) Applicab'le Construction Code See Sheet 4 19 Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.,

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) BONNET

2) BONNET

3) STEM/DISC
ASSEMBLY

ANCHOR
DARLING

ANCHOR
DARLING

YARWAY

HEAT NO.
44003

HEAT NO.
8897880

VALVES/N

N/A

N/A

N/A

141016

141016

139F026K

1978 REPLACED YES

1976 REPLACED YES

1990 REPLACEMENT YES

4) STEM/DISC
ASSEMBLY

YARWAY S/N 90-1-2L1-
A6

N/A 139F026K 1991 REPlACEMENT YES

5) BACKSEAT
BUSHING

YARWAY VALVES/N
4890

N/A 139F026K 1976 REPLACED YES

7. Description of Work See Last Page

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Other@ Pressure psi Test Temp. 'F

See Last Page

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size Is arra in. x 11 in., (2) Informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet Is numbered and the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

SEE ATTACHED DATAREPORTS FOR CODE-STAMPED ITEMS.
Applcabfe Manufacturer s Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorlzat!on No. N/A Expiration Date N/A

Signed
Owner or Owners eslgnee, TNe V.P. - NuCLEAR OPERATIONS

Date /g, 19

CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof EN SY V NA and employed by AR R G U UA NSU NC CO of

A ASSAC US S hav In ted the components described
in this Owner's Report during the period to D and state that
to the best of my knowledge and belief, the Owner has pe ormed examinations and taken corrective measures described ln this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer,
shall be liable In any manner for any personal injuryor property damage or.a loss of any kind arising from or connected with this

Inspection. FACTORY MUTUALENG ASSOC.

Commissions
National Board, State, Province, and Endorsements

Date 19~<



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

183A I

1. Owner Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Sheet 2 of 5

Repair Organizaben P.O. No., Job No., eto.

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. IndentiTication of System MAINSTEAM SYSTEM 183A CLASS 1
'

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6, IdentiTication of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

6) BACKSEAT
BUSHING

YARWAY S/N 5293-B19 N/A 139F026K 1991 REPLACEMENT YES

7) STEM/DISC
ASSEMBLY

8) STEM/DISC
ASSEMBLY

YARWAY

YARWAY

S/N D15418

S/N 90-1-2C1-
B5

N/A

N/A

139F026B

139F026B

1976

1991

REPLACED

REPlACEMENT

YES

YES





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

183A I

1. Ovmer Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

tl

Date

Sheet 3 of

2/11/94

2. Plant Susquehanna Steam Electric Station Unit 1: See Sheet 3 For Work Documents

PO Box 467, Berwick, PA 18603
Address

3. Work Performed by PennSylVania POWer & Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

Authorization No. N/A

Repair Organization P.O. No., Job No. ~ eto.

Type Code Symbol Stamp None

Expiration Date

4. Indentirtcation of System MAINSTEAM SYSTEM 183A CLASS 1

r

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thf80

6. Identification of Components Repaired or Replaced and Replacement Components

N/A

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1,2 S23901 C93-183414

3,4,5,6

7,8

S 23898

S 23900

C93-183499

C93-183-105



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR, REPLACEMENTS
As Re uired.b the Provisions of the ASME Code Section XI

183A t

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 4 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Organiaabon P.O. No., Job No., eto.

3. work Performed by Pennsylvania Power 8 Light Co.
Name,

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None.

N/A

N/A

4. Indentification of System MAINSTEAM SYSTEM 183A CLASS 1

5. (a) Applicable Construction Code See Sheet 4 19 Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80
s

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

Item (s) Applicable Construction Code

ASME SECTION III;CLASS 1; 1971 EDITION;w'72 ADDENDA,CODE CASES 1516-1, 1534, 1535-2 a 1334-2

3,4,5,6,7,8

ASME SECTION III;CLASS 1; 1971 EDITION;vtr72 ADDENDA

ASME SECTION III; CLASS1; 1974 EDITION;vtr74 ADDENDA



e~
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183A I

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 5 of

2/11/94

2. Plant Su uehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Repair Organizaerrn P.O. Ne. ~ Job Na, etc.

3. Work Performed by Pennsylvania Power & Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentiflcatlon of System MAINSTEAM SYSTEM 183A CLASS 1

5. (a) Applicable Construction Code See Sheet 4 19 EdiUon, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thiu Mf80

6. Identification of Components Repaired or Rephced and Replacement Components

Code Case

Item (s) Description of Work

1,2 REPLACE BONNET WITHA NEW BONNET WITH NO LEAK-OFF PLUG

3,4,7,8 REMOVE AND REPLACE STEM/DISC ASSEMBLY IN A 1" GLOBE VALVE

5,6 REMOVE AND REPLACE BACKSEAT BUSHING IN 1" GLOBE VALVE

Item (s) Description of Tests

1,2

3,4,5,6,7,8

VT2 DURING SE-100402; 1020PSIG; 163'F

NO ASME TESTING REQUIRED
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FORM N.2 itfPT CERTlyiCATR llOLDERS'ATAREPORT FOR lt<UCLEAR PART AND APPURTENANCES

As required by lhc prt»ision of thc ASME (.()dc Rules. Section ill. Div. l
Register 20043
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Renewal parts for Nuclear Globe Valve
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Haterial: ASME SA-182 Grade F6a Class 2
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f9~9 Signed Yama COr Orati On
(Her Cctuncate Hotderl F. M. Peszka
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CERTIFICATION OF DESIGN FOR APPURTENANCE (when applicable)
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John R. Schmiedel
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andfoce - Scace or Prov(a«of Penns 1vania d tt) loyedby Arkwri ht Mutual Insurance Co.
of s

*Norwood, NA*
have inspected cbe pact of a pccssuce vessel described in.this

partial Data Rcport on t++, and state that to the best of Iny knowledgeand belief. the NpT celttncate Ho der has constructed this part ln «ccocdance with the AsMB code section ill.
By signing chis cercificace, neichec che inspector nor his employer ttiakes any wacrancy, expressed oc implied, concern

fng the part described ln this partial Data Report. Furthercnore. neither the fnst)ecto'or his ecnploycrshall be liable in atty manner for any personal Injury or property damage or a loss of. any t(ind arising from oc connected«ich dais inspection.
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co. Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 1 of

Unit 1: See Sheet 5 For Work Documents

Reiratr Ortianlzation P.O. Na, Job No. ~ eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentification of System MAINSTEAMSYSTEM 183A CLASS 2

5. (a) Applicable Construction Code See Sheet 6 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identmcatlon Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) 1" GLOBE VALVE

2) 1" GLOBE VALVE

YARWAY

YARWAY

S/N 6166

S/N B0514

N/A

N/A

LSL-10112A-R1

LSL-10112A.R1

1976

1979„

REPlACED YES

REPLACEMENT YES"

3) TWO 1" PIPE
PIECES

BECHTEL NIA NIA SP-DBB-102% 1982 REPLACED NO

4) TWO 1" PIPE
PIECES

5) 1'EAK-OFF
PLUG

QUANEX

BONNEYFORGE

HEAT NO.
1M6673

HT. CODE
BV38

N/A

N/A

SP-DBB-1024

HV141F020

1986

1982 REPLACED No

REPLACEMENT NO

7. Description of Work See Last Page

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Other+ Pressure psl Test Temp. 'F

See Last Page

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 In., (2) informa-
tion In items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and'the number of sheets is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

SEE ATTACHEDDATAREPORTS FOR CODE-STAMPED ITEMS.
,

Apphcabre Manufacturers Data Reports to be attached

CERTIFICATION OF COMPLlANCE

We certify that the statements made In the report are correct and this repalrrreptacernent conforms to the rules of the

ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

CerUficate of AuthoHzatlon No N/A Expiration Date N/A

Signed
Owner Orrnefs 'ee, Title V.P. - NUCLEAR OPERATIONS

Date 3 a, l9

CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

)g~cfDate

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of S A and employed by IGH U U SU NC CO of

WAL A 'SAC US S have I pect the components described

In this Ovmer's Report during the period to RZ M,and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described In this
Ovmer's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certilicate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the

examinations and corrective measures descHbed In this Owner's Report. Furthermore, neither the Inspector nor his employer

shall be liable In any manner for any personal injury or property damage or a loss of any Idnd arising from or connected with this
Inspection. FACTORY MUTUALEN ASSOC.

Commissions /2 //
National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

183A II

1. Owner Pennsylvania Power & Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603

Sheet 2 of 7

Unit 1: See Sheet 5 For Work Documents

Address

3. Work Performed by PennSylVania POWer 8 Light CO.
Name

Two North Ninth St., Allentown, PA 18101
Address

I

Authorization No.

Expiration Date

N/A

N/A

Repair Oreaniaairon P.O. No., Joir No., eto,

Type Code Symbol Stamp NOne

4. Indentification of System MAINSTEAMSYSTEM 183A CLASS 2

5. (a) Applicable Construction Code See Sheet 6 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vrr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

6) 1/2" LEAK-OFF
PLUG

7) 1" GLOBE VALVE

8) 1" GLOBE VALVE

CARDINAL

YARWAY

YARWAY

HT. CODE F9

S/N A1293

S/N A7545

NIA

NIA

N/A

HV141F020

LSL-10108-TOP

LSL-10108-TOP

1991

1976

1979

REPLACEMENT NO

REPLACED YES

REPLACEMENT YES

9) TWO 1" PIPE
PIECES

BECHTEL NIA N/A SP-DBB-1YA43 1982 REPLACED NO

10) TWO 1" PIPE
PIECES

11) STEM/DISC
ASSEMBLY

12) STEM/DISC
ASSEMBLY

QUANEX

YARWAY

YARWAY

HEAT NO.
1M6673

VALVES/N
6380

S/N
90-1-2CI-BS

N/A

N/A

NIA

SP-DBB-1054Q3

LSHH-10108-R2

LSHH-10108-R2

1986

1976

1991

REPLACEMENT NO

REPLACED YES

REPLACEMENT YES

13) BACKSEAT
BUSHING

YARWAY VALVES/N
6380

N/A LSHH-10108-R2 1976 REPLACED YES

I
14) BACKSEAT
BUSHING

YARWAY S/N 5293-B9 NIA LSHH-10108-R2 1991 REPLACEMENT YES



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b'he Provisions of the ASME Code Section XI

183A II

1. Owner Pennsylvania Power & Light Co. Date 2/11/94

2. Plant

Name

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 3 of 7

Repair Ortranlzation P.O. No., Job No., eto.

Unit 1: See Sheet 5 For Work Documents

3. Work Performed by Penns Ivania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentification of System MAINSTEAMSYSTEM 183A CLASS 2

5. (a) Applicable Construction Code See Sheet 6 19 Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thf80

6. Identification of Components Repaired or Replaced and Replacement Components

Addenda, Code Case

15) STEM/DISC
ASSEMBLY

YARWAY VALVES/N
6261

N/A LSL-10112B-R1 1976 REPLACED - YES

16) STEM/DISC
ASSEMBLY

YARWAY S/N 90-1-2LI-
A13

NIA LSL-10112B-R1 1991
I

REPLACEMENT YES

17) BACKSEAT
BUSHING

18) BACKSEAT
BUSHING

19) LEVELSWITCH

YARWAY

YARWAY

BECHTEL

VALVES/N
6261

HT. CODE
5293

N/A

NIA

NIA

NIA

LSL-10112B-R1 . 1991

SP-DBB-105-3
LSL 10108

'982

LSL-10112B-R1 1976 REPLACED YES

REPLACED

REPLACEMENT YES

20) LEVELSWITCH MERCOID S/N T28E-
115845

N/A SP-DBB-1054
LSL 10108

1993 REPLACEMENT NO

21) LEVELSWITCH

22) LEVELSWITCH

23) LEVELSWITCH

'4)

LEVELSWITCH

BECHTEL

MERCOID

BECHTEL

MERCOID

N/A

S/N T440-
994784

NIA

S/N T28E-
11584.5

NIA

NIA

NIA

N/A

SP-DBB-1034
LSL 10112D

SP-DBB-103-5
LSL 10112D

SP-DBB-10%
LSHH 10112D

SP-DBB-1034
LSHH 10112D

~ 1982

1982

1993

REPLACED NO

REPLACED NO

REPLACEMENT NO

REPLACEMENT NO.

25) LEVELSWITCH BECHTEL N/A NIA SP-DBB-1024
LSL 10112A

1982 REPLACED NO



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

183A II

1. Owner Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

'heet.

2/11/94

4 of'

2. Plant Susquehanna Steam Electric Station unit 1: See Sheet 5 For Work Documents

PO Box 467, Befwick, PA 18603
Address Repair Orsanlzaten P.O. No., Job No., eic.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.
"

Expiration Date

N/A

N/A

4. Indentification of System MAINSTEAMSYSTEM 183A CLASS 2

5. (a) Applicable Construction Code See Sheet 6 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Mf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

26) LEVELSWITCH MERCOID S/N T44O-
99478-9

NIA SP-DBB-102'SL

10112A
NIA REPLACEMENT

27)BONNET

28)BONNET

ANCHOR
DARLING

ANCHOR
DARLING

VALVES/N
E5853Q1-1

SIN 5

N/A

N/A

HV141 F020

HV141F020

1975

1990

REPLACED

REPLACEMENT

YES

YES



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

183A II

1. Ovmer Pennsylvania Power & Light Co.
Name

'wo

North Ninth St., Allentown, PA 18101
Address

Date

Sheet 5 of.

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit 1: See Sheet 5 For Work Documents

Address

3. Work Performed by PennSylVania POWer & Light CO.
Name

Repair Orrrsnrsation P.O. Na, Job No. ~ etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System MAINSTEAMSYSTEM 183A CLASS 2

5. (a) Applicable Construction Code See Sheet 6 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

1,2,3,4

5,6

S 33846

S 34064

C93-183459

C93-1 83-060

7,8,9,10 824103 C93-1 83488

11,12,13,14

15,16,17,18

, 824103

S34387

C93-1 83492

C93-183-1 00

19,20 S 34571 C93-1 83-110

21,22 S 34581 C93-1 83-1 12

23,24

25,26

27,28

S 34596

S 34595

S 23899

C93-1 83-114

C93-183-115

C93-1 83-131



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

183A ll

1. Owner Pennsylvania Power & Light Co
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 6 -of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 5 For Work Documents

Repair Oreaniaatron P.O. No., Job No., eto.

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System MAINSTEAMSYSTEM 183A CLASS 2

5. (a) Applicable Construction Code See Sheet 6 19 Edition, Addenda,

(b) Applicab'le Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s)

1,7,11,13,15,17

2,8,12,14,16,18

3,9,19,21,23,25

Applicable Construction Code

ASME SECTION III;CLASS 2; 1974 EDITION;vtr74ADDENDA

ASME SECTION III; CLASS 1; 1974 EDITION;W74 ADDENDA

ASME SECTION III; CLASS2; 1971 EDITION;vtr72 ADDENDA

5,27

ASME SECTION III; CLASS 2; 1989 EDITION; 1990 ADDENDA

ASME SECTION III; CLASS2; 1971 EDITION;W72 ADDENDA,CODE CASES 1516-1
~ 1534

10

ASME SECTION III; CLASS 1; 1989 EDITION; 1989 ADDENDA

ASME SECTION III; CLASS 2; 1986 EDITION; 1987 ADDENDA

20,22,24,26 ANSI B31.1

28 ASME SECTION III; CLASS1; 1971 EDITION;W72 ADDENDA



FORM NIS-2 OWNER'S REPORT FOR REPAIRS" OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

-183A II

1. Ovmer Pennsylvania Power & Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St. ~ Allentown, PA 18101
Address

Susquehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603
Address

Sheet 7 of

Repair Organiaabon P.O. No. ~ Job Na, etc.

Unit': See Sheet 5 For Work Documents

3. work Performed by Penns Ivania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentification of System MAINSTEAMSYSTEM 183A CLASS 2

5. (a) Applicable Construction Code See Sheet 6 19 Edition, Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru thr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

e Item (s)

1,2,7,8

3,4,9,10

5,6

1 1,12,15,16

13,14,17,18

19,20,21,22,23,24,25,26

27,28

Item (s)

Description of Work

REPLACE 1" GLOBE VALVEDUE TO LEAKAGE

REPLACE CONNECTING PIPING TO 1" GLOBE VALVE

REPLACE PIPE PLUG ON 3" GB VALVEFOUND LEAKING

REMOVE AND REPLACE STEM/DISC ASSEMBLY IN 1" GLOBE VALVE

REMOVE AND REPLACE BACKSEAT BUSHING IN 1" GLOBE VALVE

REMOVE AND REPLACE LEVELSWITCH

REPLACE BONNET WITH BONNET WITH NO LEAK-OFF PLUG

Description of Tests

14,3,4,5,6,7,69,10,11,1 2,'l3,1 4,
15,1 6,17,16,19,20,21,22,23,24,25,

26

NO ASME TESTING REQUIRED

27,28 VT2 DURING SE-100402; 1020PSIG; 163'F
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FORM N-2 NPT CERTIFICATE flOLDERS'ATAREPORT FOR NUCLEAR PART AND APPURTENANCESe

As rcquircd by thc Provision ol'he ASME Ct)dc Rules, Section ill,Div. I

Register 20043

a) Manufaccuced by Yarwa Cor oration Norristown 8, Narcissa Rds. Blue Bell PA 19422
t)ferne olid «dress of Hpl'Cetuncate Ko)der)

{b) M f d f Penn syl vani a Power I('ight Co., Susquehanna SES, Berwi ck, PA 18603
<)farce and «dress of H cefuhcate Ko)der forcorrgpleted nuclear eomponenur

2. Identltlcauon-Certlncate Holder'S Serial No.of part 5293-81 thrpu h 825 Natal Bd No

{a) Constructed According co Drawing No. 937464-96

{b) Descripcion of Part Inspected, BaCkSeat BuShin

/
Dra«ing prepared by YarWa CO Orati On

1 tinch 5500, t . 25

Renewal parts for Nucleal'lobe Valve

Material: ASME SA-182 Grade F6a Class 2
(Brief description of eervlce for which component wa«en)Shed)

{c) hpplicable ASME Code: Sccciofg III,Edition, hdden'da dace 4
~ Case No. " Class

l

Heat Code: 5293

We certify chacthe scacemencs made in this ceporc are cotrecc and this vessel part or appurcenance as defined, in che Code con
forms co che cules of consccuccion of che ASME Code Seccion III.
(The applicable Deshtn Speclflcatlon and Stress Report are not the responstbtllt)r of the NPT Certlflcate Holder for parts. An NFF Cert)f
icatc Holder for appurtenances is responsible for furnishing a separate Design Specilication and Stress Report if thc appurt cc is not
included ln the co ponent Design Specification and Stress Report.):

I>~g S;gned YarWa COr OratiOn
INPr Ceedncate Hstdet) F. W. Peszka

Certificate of Authorization Expires Ccrcificace of Authorization No.

CERTIFICATION OF DESIGN FOR APPURTENANCE (wltcn applicable)

Penna. 19370E

p c.a„g.g„„Penna. a,g cc, 26382E
Penna. 198776

p oC.E g.gc ce ' g.no.N.J. : 23225

Pennsylvania Power 8 Li ht Com any

stress anal sis rc oft on file at ennsyl vania Power 8 Light Company
John R. Schmiedel

Design specifications certified by RiChard 0. SChl ueter
and Sidney Arthur Copland

Stress analysis report certified by

CERTIFICATE OF SHOP INSPECTION
I

I, the undersigned, holding a valid commission issued by the Nscional Board of Boiler and Pressure Vessel lnspeccors

~n@'oI che sc I ot pro I c of Penns 1 vania d 'l y d by Arkwri ht, Mutual Insurance Co.
Norwood, MA have inspecced che pare of a pressure vessel described in chis

Partial Data Re port on tQ+. and state that to the best of m)r knowledee
and bel(ef. the NPT Certlflcate Ho der has constructed this part ln accordance with the ASME Code Section III.

By signing this cettificace, neicher che Inspector aoc his employer makes any watcsncys expressed oc implied, concern
Inc the t)art described ln this partial Data Report. Furthermore. neither the Inst)ector nor his emplo)'er
shall be liable in any manner for any personal injury or propercy damage or a loss of any kind arising from or connccced
«ich chas inspection.

*Factory Mutual System
/m ast)ate

tnepector' Slenetcgre
Commi s s ion s

Hatlona1 Board, State, Province and Ho.

SvPPlecsentsl sheer ~ In fons of list 7 ~ shegehes or drsvclnts easy he aged Preefded (I) ~ sce ls S)c" x I I"r(2) Infsnsagfan In Irecss I 2 on Chl ~
fgsca garners gs gsccsard ea eagre srcreh s sd og eagre ssrec gs se asrcvd and secscccv sr gsrccs gs rcevrace ca ann s. -gcrcss rh yh

()0177) 7bis form (E00040) mey be obtefned from the Order DePI„ASM', 345 S. /7th Ster New York, N.Y. )0017
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«~~b Anchor/Oarlina Valve Co. ~ 701 Rrst Stas Mill)amsport. PA 17701
Iasase»» ~eccsttceaees»NNewool

Penns lvania Power 5 U ht Co. 2 N. 9th Street. Allentown, PA 18101
OI»es»»es e»NIN4cc c4reesels Ne»IINII~II»ss»NI»rssaoeslw
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183D III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uiredb the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co. Date 2/11/94

Two North Ninth St., Allentown, PA 18101
Add(e55

Sheet 1 of

2. Plant Su uehanna Steam Electric Station Unit 1: Work Authorization ¹ S34789

PO Box 467, Berwick, PA 18603
Address

3. Work Performed by Pennsylvania Power 8 Light Co.

Code Repair Form ff C93-183-160

Repav orsenlzerve p.o. Na, Job No., etc.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
~ Addhess

Authorization No. N/A

4. Indentiiication of System

Expiration Date

RELIEF / SAFETY SYSTEM 183D CLASS 3

N/A

5. (a) Applicable Construction Code SECTION III 19 71 Edition, W72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board

Other Identification Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) LARGE PIPE
HANGER SNUBBER

BECHTEL N/A N/A GBC-101-H242 1982 REPAIRED

7. Description of Work REMOVE REAR BRACKETWELD, ROTATE BRACKET90'ER NCR 93-201, REWELD

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Othe+ Pressure psi Test Temp. 'F,

VT4 & VTA
VT48$10

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N in. x 11 in., (2) informa-
tion In items 1 through 6 on this report is Included on each sheet, and (3) each sheet Is numbered and the number of sheets Is
recorded at the top of this form.

/

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017
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FORM NIS-2 (Back)

9. Remarks N/A
Applicable Manufacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE
We certify that the statements made in the report are correct and this repel«replacement conforms to the rules of the

ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or rs Designee, Y.P. - NUCLEAR OPERATIONS

Date /r»9~
CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

/ ~g~~~Date

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of S LV IA and employedby AR IG U U LI SURANCECO of,

L A SS C US S have p the components described
in this Owner's Report during the period to and state that
to the best of my knowledge and belief, the Ovmer has perform examinations and taken corrective measures described in this
Owner's Report in accordance viith the requirements of the AS ME Code, Section XI.

By signIng this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described In this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any'manner for any personal injuryor property damage or a loss of any kind arisin from or connected with this
inspection. FACTORY MUTUAL NG ASSOC.

Commissions
9'ationalBoard, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uiredb the Provisions of the ASME Code Section XI

183D III

1. Owner Pennsylvariia Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

2/11/94

1 of 1

2. Plant Sus uehanna Steam Electric Station
Name

PO Box 467, Beiwick, PA 18603
Address

Unit - 1: WorkAuthorization¹S34789

Code Repair Form ¹ C93-183-160

Repair Organization p.o. Na, Job No. ~ etc.

3. Work Performed by Pennsylvania Power & Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
. Address

Authoitzatlon No.

Expiration Date

N/A

N/A

4. Indentificatlon of System RELIEF / SAFETY SYSTEM 183D CLASS 3

5. (a) Applicable Construction Code SECTION III 19 71 Edition, W'72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru NP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other identification Year

Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1) LARGE PIPE
HANGER SNUBBER

BECHTEL N/A N/A GBC-101-H242 1982 REPAIRED NO

7. Description of Work REMOVE REAR BRACKETWELD, ROTATE BRACKET90'ER NCR 93-201, REWELD

8. Tests Conducted: Hydrostatic Pneumatic+ Nominal Operating Pressure@
Other@ Pressure psl Test Temp. 'F

VTQ & VTA
VT-93410

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size ls 8N In. x 11 in., (2) informa-
tion in Items 1 through 6 on this report is included on each sheet, and (3) each sheet Is numbered and the number of sheets Is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



FORM NIS-2 (Back)

9. Remarks N//tt
Applrcable ManulacturaCs Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made ln the report are correct and this
ASME Code, Section XI.

conforms to the rules of the
repair or replacement

Type 'Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Ca Designee. T V.P. - NUCLEAR OPERATIONS

Date /r,, 19

CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

I, the undersigned, holding a valid commission Issued by the Natlona'I Board of Boiler and Pressure Vessel Inspectors and the State
or Province of . PENNSYLVANIA and employedby A IGHT U UAL I SU NC CO of

SS C US S have the components described
In this Owner's Report during the period to and state that
to the best of my knowledge and belief, the Owner has perform examinations and taken corrective measures described in this
Owner's Report ln accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the
examinations and corrective measures described In this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal Injuryor property damage or a loss of any Idnd arising from or connected viith this
inspection.

FACTORY MUTUAL NG ASSOC.

Commissions
9'ationalBoard, State, Province, and Endorsements

Date / f9~~



183E III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Susquehanna Steam Electric Station

Sheet 2 of

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

PO Box 467, Betwick, PA 18603
Address RepaU Oriiaoizarron p.O. No., Job No. ~ eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentificatlon of System AUTO PRESSURE BLOWDOWN SYSTEM 183E CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edmon, Addenda,
(b) AppHcabie Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. 'ther Identification Year

Built

Repaired,
Replaced, or
Rephcement

ASME
Code

Stamped
(Yes or

No)

6) TWO 3/4" HEX
NUTS

7) TWO 3/4" HEX
NUTS

TEXAS BOLT

BECHTEL

HEAT NO.
6022894

NIA

N/A

N/A

HCC-131 3

SP-HCC-131 3

1992 REPLACEMENT NO

1982 REPLACED

8) TWO 3/4" HEX
NUTS

TEXAS BOLT HEAT NO.
6022894

N/A SP-HCC-131 3 1992 REPLACEMENT NO

9) ROD EYE END

10) ROD EYE END

8ECHTEL

GRINNEL

N/A

NIA

N/A

NIA

SP4tcc-1314I5 1971 REPLACED

SP-HCC-131-H5 1982 REPLACEMENT NO





183E III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Ovmer Pennsylvania Power & Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 1 of

2/11/94

2. Plant Susquehanna Steam Electric Station Unit 1: See Sheet 3 For Work Documents

3. Work Performed by Penns Ivania Power & Light Co.
Name

PO Box 467, Belwick, PA 18603
Address Repair Organization P.O. No., Job Na, eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System AUTO PRESSURE BLOWDOWN SYSTEM 183E CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI UtiTized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement .

ASME
Code

Stamped
(Yes or

No)

1) EYE RQD ARM
END

2) EYE ROD ARM
END

3) TWO 3/4" HEX
NUTS

4) TWO 3/4" HEX
NUTS

BECHTEL

GRINNEL

BEG HTEL

TEXAS BOLT

NIA

NIA

HEAT NO.

NIA

N/A

N/A

NIA

SP4ICC-132%18 1982 REPLACED

SP4ICC-1324118 1982 REPLACEMENT

SP-HCC-132-H18 1982 REPLACED

SP-HCC-132%18 1992 REPLACEMENT

NO

No

5) TWO 3/4" HEX
NUTS

BECHTEL N/A NIA KCC-131 3 1982 REPLACED NO

7. Description of Work See Last Page

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Other@ Pressure psi Test Temp. 'F

See Last Page

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8N In. x 11 ln., (2) informa-
tion in items 1 through 6 on this report Is included on each sheet, and (3) each sheet Is numbered and the number of sheets Is
recorded at the top of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 1001 7
'



FORM NIS-2 (Back)

9. Remarks N/A
Appticsble Manuraobrrera Data Reports to be atraohed

CERTIFICATION OF COMPLIANCE

We certify that the statements made In the report are correct and this
ASME Code, Section XI.

repatrrreptaoentent conforms to the rules of the
repair or reptaoernent

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Own ra Desitr neo, T V.P. - NUCLEAR OPERATIONS

Date /r',,<e gP

CERTIFICATION OF INSERVICE INSPECTION

Inspector's S gnature

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvlnceof PE NSYLVANIA and employed by ARKW IG UAL SU NCE CO of

L SSAC US S hav In ~ the components described
in this Ovmer's Report during the period to P'nd state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described ln this
Ovmei's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described In this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
Inspection. FACT RY MUTUALENG OC.

Commissions ut . I5'L//I
National Board, State, Province, and Endorsements

Date / tg~<



183E III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
's

Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 4 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 3 For Work Documents

Re pair Orttanizatron P.O. No.. Job No.. etc.

3. Work Performed by Penns Ivania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Indentificatlon of System. ~ AUTO PRESSURE BLOWDOWN SYSTEM 183E CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edion of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

(.g
Item (s)

1,2,3 ANSI B31.1 -1967

Applicable Construction Code

5,7,9,10

ASME SECTION III; CLASS 1; 1989 EDITION; 1991 ADDENDA

ASME SECTION III; CLASS 3; 1971 EDITION;W72 ADDENDA

6,8 ASME SECTION III; CLASS 1; 1986 EDITION; 1986 ADDENDA



~ i



'0 FORM NIS-2 OWNER'S REPORT FOR REPAlRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power & Light Co. Date 2/11/94

Two North Ninth St., Allentown, PA 18101
Address

Sheet 3 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603

Unit 1: See Sheet 3 For Work Documents

3. Work Performed by

Address

Pennsylvania Power & Light Co.
Name

Re~ir Orgarrization P.O. No., Job No., eto.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

NIA

NIA

4. Indentification of System AUTO PRESSURE BLOWDOWN SYSTEM 183E CLASS 3

S. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number ~ Code Repair Form No.

1,2,3,4

5,6

S 34838

H30334

C93-1 83-1 58

C93-1 83-1 35

7,8 H30334 C93-1 83-1 64

9,10 S35024 C93-183-172



183E III

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS"
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 5 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Betwick, PA 18603

unit 1: See Sheet 3 For Work Documents

3. Work Performed by

Address

Penns Ivania Power 8 Light Co.
Name

Repair Oriianizabon P.O. No., Job No., eio.

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System AUTO PRESSURE BLOWDOWN SYSTEM 183E CLASS 3

5. (a) Applicable Construction Code See Sheet 4 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Description of Work

1,2

3,4

5,6,7,8

9,10

REPLACE TOP EYE ROD END OF PIPE SUPPORT

REPLACE MISSING HEAVYHEX HEAD NUTS ON PIPE SUPPORT

REPLACE NUTS LOST DURING DISASSEMBLY

REPLACED ROD EYE END WITH FAULTYBALLBUSHING IN SWAYSTRUT FOR 3" PIPE

Item (s) Description of Tests

1 THROUGH 10 NO ASME TESTING REQUIRED



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Required b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet 2 of

2/11/94

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 1 For Work Documents

Repair Oriranizatron P.O. No., Job No.. eto.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System STEAM FLOW MONITORS 183F CLASS 2

5. (a) Applicable Construction Code See Sheet 1 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Rep'lace ment

ASME
Code

Stamped
(Yes or

No)
4

6) JAM NUT GRINNELL N/A N/A DBB-104-H4 1984 REPLACEMENT NO

7) ROD EYE

8) ROD EYE

9) LOAD PIN

BECHTEL

GRINNELL

BECHTEL

N/A

NIA

N/A

NIA

NIA

NIA

DBB-104-H4

D8B-104-H4

DBB-104-K4

1982 REPLACED

1982 REPLACED NO

1984 REPLACEMENT NO

10) LOAD PIN

11) JAM NUT

12) JAM NUT

GRINNEL

BECHTEL

GRINNELL

N/A

NIA

N/A

N/A

N/A

N/A

DBB-104-H4

DBB-104.H8

DBB-104-HS

1983 REPLACEMENT NO

1982 REPLACED

1984 REPLACEMENT NO

13) ROD EYE BECHTEL N/A N/A DBB-104-H8 1982 REPLACED

14) ROD EYE GRINNELL N/A N/A DBB-104-HS 1984 REPLACEMENT NO





183F II

. Pennsylvania Power 8 Light Co.
Name

Date 2/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Two North Ninth St., Allentown, PA 18101
Address

Sheet 1 of

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Belwick, PA 18603
Address

Unit 1: Work Authorization ¹ S23839

Code Repair Form ¹ C93-183-123

Repair Organizaoon P.O. No., Job No.; eto.

3. Work Performed by Pennsylvania Power 8 Light Co. Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System STEAM FLOW MONITORS 183F CLASS 2

5. (a) Applicable Construction Code SeCtiOn III 19 71 Edition, W72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identilication of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National Board
No. Other Identification Year

Built

Repaired,
Replaced, or
Replacement

'SMECode
Stamped
(Yes or

No)

1) JAM NUT BECHTEL N/A N/A DBB-104-H2 1982 REPLACED NO

2) JAM NUT

3) ROD EYE

4) ROD EYE

GRINNELL

BECHTEL

GRINNELL

N/A

N/A

N/A

N/A

N/A

N/A

DBB-104-H2

DBB-104-H2

DBB-104-H2

1984 REPLACEMENT NO

1982 REPLACED

1984 REPLACEMENT NO

5) JAM NUT BECHTEL N/A N/A DB8-104-H4 1982 REPLACED

7. Description of Work

8. Tests Conducted: Hydrostabc Pneumatic@

Othe+ Pressure psi

See Last Page

Nominal Operating Pressurtcj
Test Temp. 'F

See Last Page

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8Ya in. x 11 in., (2) informa-
tion in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is
recorded at the top of this form.

(12/82)

t

This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Appircable Manrriacturers Data Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

repatrlreptacement conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners Destg . Titie V.P. UCLEAitOPERATIONS

Date

CERTIFICATION OF INSERVICE INSPECTION

Insp toVs Signature

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof PENNS LVANIA and employed by AR IGHT MUTUALINSURANCE CO. of

WALTHAM MASSAC USETTS h ve inp cted the components described
In this OwneVs Report during the period to , and state that
to the best of my knowledge and belief, the Owner has perform examinations and taken corrective measures described in this
OwneVs Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this OwneVs Report. Furthermore, neither the Inspector nor his employer
shall be liable in an armer for any personal injury or property damage or a loss of any kind arising from or connected with this
Inspection. FACTORY MUTUALE G ASSOC.

Commissions i
National Board, State, Province, and Endorsements

Date



183F II

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Pennsylvania Power 8 Light Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Date

Sheet

2/11/94

3 of 3

2. Plant Susquehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Unit 1: See Sheet 1 For Work Documents

Repair Orpanizaiioo P.O. No., Job No.; etc.

3. Work Performed by Pennsylvania Power 8 Light Co.
Name

Type Code Symbol Stamp None

Two North Ninth St., Allentown, PA 18101
Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System STEAM FLOW MONITORS 183F CLASS 2

5. (a) Applicable Construction Code See Sheet 1 19 Edition, Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIPSO

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s)

1,2,6,6,1 1,12

3,4,7,8,13,14

9,10

Description of Work

REPLACED JAMNUTS ON HANGERS, NOTED DURING ISI INSPECTION AND NVT3

REPLACE ROD EYES ON HANGERS, NOTED DURING ISI INSPECTION ANDNVT3

REPlACE LOADSTUD ON HANGER H4, NOTED DURING ISI INSPECTION AND NVT3

Item (s)

1 THROUGH 14

Description of Tests

NO ASME TESTING REQUIRED



FORM R-1, REPORT OF WELDED PX REPAIR OR Q ALTERATION
as required by the provisions of the National Board Inspection Code

027 t) Scc(lon I

(1. Work performed by

2. Owner
(name)

3. Location of installation

Penns Ivania Power and Li ht
(name of repair or alteration organization)

Two North Ninth Street, Allentown, Pa. 18101
(address)

Penns Ivania Power and Li ht

Two North Ninth Street, Allentown, Pa. 18101
(address)

Sus uehanna Steam Electric Station
(name)

P.O. Box 467, Berwick, Pa. 18603
(address)

See Para. Six Below

(PO no job no etc)

Name of original manufacturer

P.A. B11123211792
(onginal Nauonal Board no.) Qurlsdicuon no.)

4. Unit identlfica(ion: Boiler External Piping
(boiler, pressure vessel)

5. Identifying nos: 15476
(mfr's serial no.)

6. Description of work:

B.E. & S. Co.

OS101A
(other)

1975
(year built)

(use back. separate sheet. or sketch tf necessary)

1) Grind And Weld Build-Up on Electrode Bushings to Ehminate Leakage., WA¹ S20901, Code Repair ¹ C92-027-175

2) Machine, Grind, and Weld Electrode Bushings to Eliminate Leakage.; WA¹ S30538, Code Repair ¹ C93-027-033

3) Cut out shop welds 8 & 9 to remove Union on SP-GBH-5-2. Replace Union and make field welds 8A & 9A;
WA¹ S23425, Code Re air ¹ C92-099-092

Pressure test, ifapplied

( 7. Rep(acement Par(s.Attached are Manufacturers'Par(la(Data Reports property inc)entifted and signedby Authorized Inspectors for the
folhwing items of this report

3) S.W, Pipe Union: Heat Code CL41. MFGR Capitol Pipe&Steel. RIR 85-734, YR.1985.

psl

S. Remarks: N A

tnarree oi part derry numbed metr'b name and kdenufykng stamp)

This form may be obtained from the National Board of Boiler and Pressure Vessel Inspectors, 1055 Crupper Ave., Columbus, OH 43229



symbol expires 19

DESIGN CERTIFICATION
The undersigned certifies that the statements made in this report are correct and that the design changes described fn this report conform
to the requirements of the National Board Inspection Code.
ASME Certificate of Authorization no. to use the

Date ,19
(name ol orpanlzation)

Signed
(authorized representative)

CERTIFICATE OF REVIEW OF DESIGN CHANGE
The undersigned, holding a valid Commision issued by the National Board of Boiler and Pressure Vessel Inspectors and certificate of com-
petency issued by the state or province of and employed by

of has examined the design change as described in this report and verities
that to the best of his knowledge and belief such change complies with the applicable requirements of the National Board Inspection Code.
By signing this certificate, neither the t)ndersigned nor his employer makes any warrenty, expressed or implied, concerning the work
described in this report. Furlhermore, neither the undersigned nor my employer shall be liable in any manner for any personal injury,
property damage or loss of any kind arising from or connected with this inspection, except such liabilityas may be provided in a policy of in
surance which the undersigned's insurance company may issue upon said object and then only in accordance with the terms of said policy.

Date , 19 Signed
(Authorized Inspector)

Commissions
(National Board (mcl, end orsements), state, prov., and no.)

CONSTRUCTION CERTIFICATION
The undersigned certifies that the statements made in this report are correct and that all construction and workmanship on this

REPAIR conform to the National Board Inspection Code.
(repair of alterauon)

Certificate of Authorization no. NIA to use the N/A symbol expires N/A a 19

oaaa~aaARCH 1 .,19 aaa

(name of alterauon orpanizauon)
Signed

authorized epresentative)

CERTIFICATE OF INSPECTION
The undersigned, holding a valid Commision issued by The National Board of Boiler and Pressure Vessel Inspectors and certificate of com-
petency issued by the state or province of P NNSYLVANIA and employed by ARKWRIGHTMUTUA INS RANCE CO.

of WALTHAM MASS has inspected the work described in this report on , 19~
and state that to the best of my knowledge and belief this work has been done in accordance with the National Board Inspection Code.
By signing this certificate, neither the undersigned nor my employer makes any warrenty, expressed or implied, concerning the work
described in this report. Furthermore, neither the undersigned nor my employer shall be liable in any manner for any personal injury,
property damage or loss of any kind arising from or connected with this inspection, except such liabilityas may be provided in a policy of in
surance which the undersigned's insurance compan may issue upon said object and then only in accordance with the terms of said policy.

Date ~ ~
a 19~ Signed +

(Authonzed Inspector)
Commissions 8/9

(National Board (in'cl. endorsements). state. prov., and no.)



FORM R-1, REPORT OF WELDED X REPAIR OR ALTERATION
as required by the provisions of the National Board Inspection Code

02?A Section I

1. Work performed by

2. Owner
(name)

3. Location of installation

Penns lvania Power and Li ht
(name of repair or alterabon orpanltauon)

Two North Ninth Street, Allentown, Pa. 18101
(address)

Penns Ivania Power and Li ht

Two North Ninth Street, Allentown, Pa. 18101
(address)

Sus uehanna Steam Electric Station
(name)

P.O. Box 467, Berwick, Pa. 18603
(address)

See Para. Six Below
(P.O. no. ~ Job no., etc.)

Name of original manufacturer

11793 P.A. B1112335. Identifying nos
0urisdictlon no.)(orlplnal National Board no.)

4. Unit identification: Boiler External Piping
(boiler, pressure vessel)

15477
(mfas serial no.)

6. Description of work:

B.E. 8 S. Co.

OS101B
(other)

1975
(year built)

(use back, separate sheet. or sketch ifnecessary)

1) Machine and Grind Electrode Bushings, WA¹ S33712, Code Repair ¹ C93-027-053 ~

Pressure test, ifapplied psi

?. Rep)ace(nett Parts. Attached are Manufacturers'Partial Data Reports properiy indentiried and signedby Authorized Inspectors forthe
fo(hwing items of this report

N/A

8. Remarks:

(name of perl. ttem number. mir s. name and Idenbfyinp stamp)

This formmay be obtained from the National Board of Boiler and Pressure Vessel Inspectors, 1055 Crupper Ave., Columbus, OH 43229



symbol expires I 19

DESIGN CERTIFICATION
The undersigned certifies that the statements made In this report are correct and that the design changes described in this report conform
to the requirements of the National Board Inspection Code.
ASME Certificate of Authorization no. to use the

Date ,19
(name oi organization)

Signed
(authorized representative)

CERTIFICATE OF REVIEW OF DESIGN CHANGE
The undersigned, holding a valid Commision issued by the National Board of Boiler and Pressure Vessel Inspectors and certificate of com-
petency issued by the state or province of and employed by

of has examined the design change as described in this report and verifies
that to the best of his knowledge and belief such change complies with the applicable requirements of the National Board Inspection Code.
By signing this certificate, neither the undersigned nor his employer makes any warrenty, expressed or implied, concerning the work
described in this report. Furthermore, neither the undersigned nor my employer shall be liable in any manner for any personal injury,
property damage or loss of any kind arising from or connected with this inspection, except such liabilityas may be provided in a policy of in
surance which the undersigned's insurance company may issue upon said object and then only in accordance with the terms of said policy.

Date , 19 Signed
(Authorized Ihspector)

Commissions
(Nauonal Board (Incl. endorsements). state. prov., and no.)

CONSTRUCTION CERTIFICATION
The undersigned certifies that thc statements made in this report are correct and that all construction and workmanship on this

R PAIR conform to the National Board Inspection Code.
(repair or alteration)

Certificate of Authorization no. N/A to use thc NIA symbol expires N/A 19

Date~jj~1~,19c)4 NNSYLVANIA POWER 8, LIGHT CO
(Danie oi alteratloh orgahl1auoh)

Signed
authorized epresentadve)

CERTIFICATE OF INSPECTION
The undersigned, holding a valid Commision issued by The National Board of Boiler and Pressure Vessel Inspectors and certificate of com-
petency issued by the state or province of P NNSYLVANIA and employed by ARKWRIGHTMUTUALINSURANCE CO

of WALTHAM MASS has inspected the work described in this report on ,19
and state that to the best of my knowledge and belief this work has been done in accordance with the National Board Inspection Code.
By signing this certificate, neither the undersigned nor my employer makes any warrenty, expressed or imp)ied, concerning the work
described in this report. Furthermore, neither the undersigned nor my employer shall be liable in any manner for any-personal injury,
property damage or loss of any kind arising from or connected with this inspection, except such liabilityas may be provided In a policy of In
surance which the undersigned's insurance co ay issue upon said object and then only in accordance with the terms of said policy.

Oaten' P, 19~ Signed
(Alrtnoflzed nl5oectori

Commissions
(Nauonai Board (Incl. endorsements). state. prov. ~ and no.)



FORM R-1, REPORT OF WELDED PX REPAIR OR ALTERATION
as required by the provisions of the National Board Inspection Code

065G Section 8

(
1. Work performed by

2. Owner
(name)

3. Location of installation

Penns lvania Power and Li ht
(name of repair or alteration organization)

Two North Ninth Street, Allentown, Pa. 18101
(address)

Penns Ivania Power and Li ht

Two North Ninth Street, Allentown, Pa. 18101
(address)

Sus uehanna Steam Electric Station
(name)

P.O. Box 467, Berwick, Pa. 18603
(address)

See Para. Sb( Below
(P.O. no.,)ob no., etc.)

B.E. 8 S. Co.4. Unit identification: Boiler External Piping
(boiler, pressure vessel)

700469
(mfr's serial no.)

6. Des

Name of original manufacturer

OS344A 1979142223 PA 4694425. Identifying nos
(year built)(other)(orlpinal katlonal Board no.) Qurlsdlctlonno.)

Due To Corroded Threads; WA¹ S33673, Code Repair ¹ C93-099-032

cription ofwork:
(use back, seperate sheet. or sketch Ifnecessary)

1) After Building-Up by Welding, Grind, Drill, and Tap Radwaste Chiller Condenser to Replace Drain Plug Which Blew Out

Pressure test, ifapplied psi

7. Replacement Parts. Attached are Manufacturers'Parth)Data Reports propedy indentified and signed by Authorizedinspectors for the
following items ofthis report

N/A

8. Remarks: N A

(name of part. Item number. mfr's. name and idenufyinp stamp)

This fofmmay be obtained from the National Board of Boiler and Pressure Vessel Inspectors, 1055 Crupper Ave., Columbus, OH 43229



symbol expires

DESIGN CERTIFICATION

The undersigned certilies that the statements made in this report are correct and that the design changes described in this report conform
to the requirements of the National Board inspection Code.

ASME Certificate of Authorization no. to use the ,19,
Date ,19

(name of organizauon)
Signed

(authorized representative)

CERTIFICATE OF REVIEW OF DESIGN CHANGE

The undersigned, holding a valid Commision issued by the National Board of Boiler and Pressure Vessel Inspectors and certificate of com-

petency issued by the state or province of and employed by
of has examined the design change as described in this report and verifies

that to the best of his knowledge and belief such change complies with the applicable requirements of the National Board Inspection Code.

By signing this certificate, neither the undersigned nor his employer makes any warrenty, expressed or implied, concerning the work
described in this report. Furthermore, neither the undersigned nor my employer shall be liable In any manner for any personal injury,
property damage or loss of any kind arising from or connected with this inspection, except such liabilityas may be provided in a policy of in
surance which the undersigned's insurance company may issue upon said object and then only in accordance with the terms of said policy.

Date , 19 Signed
(Authonzed Inspector)

Coinmissions
(National 8oard (incl. endorsements). state, prov., and no.)

'ONSTRUCTION CERTIFICATION

The undersigned certifies that the statements made in this report are correct and that all construction and workmanship on this
REPAIR conform to the National Board Inspection Code.

(repair or alteration)

Certilicate of Authorization no. N/A to use the N/A symbol expires N/A 19

Date MARCH 16,19 94 PENNSYLVANIA PO)(ER 8, LIGHT CO
(name ol aiterauon orpantzatton)

Signed
authorized presentauve)

CERTIFICATE OF INSPECTION
The undersigned, holding a valid Commision issued by The National Board of Boiler and Pressure Vessel Inspectors and certificate of com-
petency issued by the state or province of P NNSY VAN(A and employed by ARKWRIGHTMUTUALINSURANCE CO.

of WALTHAM MASS has mspected the work described in this report on , 1M
and state that to the best of my knowledge and belief this work has been done in accordance with the National Board Inspection Code.
By signing this certificate, neither the undersigned nor my employer makes any warrenty, expressed or implied, concerning the work
described in this report. Furthermore, neither the undersigned nor my employer shall be liable in any manner for any personal injury,
property damage or loss of any kind arising from or connected with this Inspection, except such liabilityas may be provided in a policy of in
surance which the undersigned's insurance corn Iz may issue upon said object and then only in accordance with the terms of said policy.

Date

I

. 19~4Signed Commissions
8'Authonzedinspector) ( auonal 8oard (incl. endorsements). state, prov.. and no.)



SOBBER REPLACEMENT

NIS-2 FORMS



4

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns lvania Power & Li ht Co. Date 02/08/94

2. Plant

Two North Ninth St., Allentown PA 18101
Address

Sus uehanna Steam Electric Station

Sheet

Unit

1 of

PO Box 467, Berwick, PA 18603
E&S ConsAVA ¹ S13957

3. Work Performed by

Address

Owner

neparr Organtsadoa P.o. No. ~ Job No., eto.

Type Code Symbol Stamp None

4. Identification of System

Address
Authorization No.

Expiration Date

SUS 149A RHR Class 2

5. (a) Applicable Construction Code ASME III 19 71 Edition, W'72 Addenda,
(b) Applicable Edifion of Section XI Utilized for Repairs or Rephcements 19 80 thru VP80

6. Identificabon of Components Repaired or Rephced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serhl No.

Nafional
Board

No.
Other

Identification
Year
Built

Repaired,
Replaosd, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1 Pivot Pin Grinnell Item¹6 (1) 6BB-109-H33B Replaced

1 Phrot Pin Grlnnell Item ¹ 6'(1) GBB-109.H33B '(1) Replacement No

4'OTE (I): Serial/Heat Number and Year Built not available.

7. Description of Work Re laced artwithsufficientre lacement art.

8. Tests Conducted: Hydrostatic Pneumaficp Nominal Operating Pressure@'-. Is 'f

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8'rrs In. x 11 In., (2) information in
items 1 through 6 on this report Is included on each sheet, and (3) each sheet is numbered and the number of sheets Is recorded at the top
of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N.Y. 10017



9. Remarks N/A

FORM NIS-2 (Back)

Appracable h4anf acturors Data Reports to be attached

CERTIFICATION OF COMPLIANCE
We certify that the statements made In the report are correct and this

ASME Code, Section XI.
REPLACEMENT conforms to the rules of the
repair or ptaacement

Type Code Symbol Stamp N/A

Cetificate of Authortaation No. N/A Exptrathn Date N/A

or odrnera 'ee, Titte vp+rrc operations

Date

CERTIFICATIONOF INSERVICE INSPECTION

I, the undersigned, holding a valid commlsshn issued by the Natkxtal Board of Boiler and Pressure Vessel Inspectors and the State
orProvlnceof N S VA IA and employed by of

ASSAC US S have Inspected the components described
In this Owner's Report during the pedod September 25, 1993 lo January f 2, legs, and sfale lhal
fo the baal of my knowledge and belief, the Owner hss gerlorm«l «mmlnalkms amf lsken eorreellva measures deaerlbed ln Ibis
Ownet's Report in accordance with the requirements of the ASME Code, Section XI.

By signktg this certificate neither the Inspector nor his empktyer makes any warranty, expressed or implied, concemlng the
examinatkes and corrective measures described In this Owner's Report. Furthermore, neither the Inspector nor his empktyer
shall be liable In an manner for any personal injuryor property damage or a krss of any idnd arising from or connected with this
InspecUon.

Date

Inspector's Signature

19~-

Commisshns
National Board, State, Province, and Endorsements



a

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power & Li ht Co. Date 02/08/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Sheet

Unit

1 - of

PO Box 467, Befwick, PA 18603
Address

E&S Cons/WA ¹ C33584

Repair Organization P.O. No., Job No., etc.

3. Work Performed by

Address

Owner
Name

Type Code Symbol Stamp None

Authorization No.

4. Identification of System

Expiration Date

SUS 149A Div I LPCI/SDC RHR'Class 2

N/A

5. (a) Applicable Construction Code ASME III 19 80 Edition, Thru W'81 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Rephced, or
Rephce ment

ASME
Code

Stamped
(Yes or

No)

Mech Shock Arrestor Pacific Scientific 25301 N/A G BB-109-H38 1982 Replaced

Mech Shock Arrestor Pacific Scientific 2644 N/A GBB-109.H38 1977 Replacement No

7. Description of Work Re faced existin snubber with same size, functionall tested re lacement snubber.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
ExempQX Pressure psi Test Temp. 'F

(

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8rrra in. x 11 in., (2) information in
items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top
of this form.



FORM NIS-2 (Back)

9. Remarks N/A
Applicable Manufacturers oats Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repait oi replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Own oi Owners signee, Titte VP&uc Operabons

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

I~
the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of PENNSYLVANIA and employed by ARKWRIGHTMUTUALINSURANCE CO. of
AL HAM MASSAC US S have inspected the components described

in this OwneVs Report during the period September 25, 1993 to January 12, 1994 ~ and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described In this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty. expressed or implied, concerning the
examinations and corrective measures described in this OwneVs Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected viith this
inspection.

Inspecto Vs Signature

II

Commissions E
National Board, State, Province, and Endorsements

Date 1994



n

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power & Li ht Co Date 02/08/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Sheet

Unit

1 of

PO Box 467, Befwick, PA 18603
Address

E8 S Cons/WA ¹ Y20487

Repair OreanlsationPO. No.,dob No., etc.

3. Work Performed by Owner Type Code Symbol Stamp None

4. Identilication of System

Address
Authorization No.

Expiration Date

SUS 150B RCIC Stm Su I Class 1

N/A

N/A

5. (a) Applicable Construction Code ~ ASME III 19 80 Edition, Thru W'81 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vrr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Mech Shock Arrestor Pacific Scientific

Mech Shock Arrestor Pacific Scientific

12181 N/A

N/A

SPDBA-105-
H2001

SPDBA-105-
H2001

1980 Replaced

1980 Replacement

No

No

7. Description of Work Re laced existin snubber with same size, functionall tested re lacement snubber.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating PressuroCj
ExemplQX Pressure psi Test Temp. 'p

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8rh in. x 11 in., (2) information in
items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets Is recorded at the top
of this form.

I

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Applreetrle Menrlteetrrrel'e Oete Repotte to be etteched

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the

ASME Code, Section XI. repelr or replecerrlent

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A

Signed
owner r owners rpnee. Trtie value operetrene

Date ~ gg,t9

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNS LVANIA and employed by ARKWRIGHTMUTUALINSURANCE CO. of

T AM MASSACHUSETTS have inspected the components described
in this Owner's Report during the period September 25, 1993 to January 12, 1994 ~ and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certilicate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Commissions
Inspector's Signature National Board, State, Province, and Endorsements

Date 1994



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns lvania Power & Li ht Co. Date 02/08/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Sheet 1 of

Unit

PO Box 467, Berwick, PA 18603
Address

E&S Cons/WA ¹ S35000

Repair Organization p.o. No., Job No., etc.

3. Work Performed by Owner Type Code Symbol Stamp None

4. Idontification of System

Address
Authorization No.

Expiration Date

SUS 152A HPCI Stm Dsch Class 2

N/A

N/A

5. (a) Applicable Construction Code ASME III- 19 80 Ecfition, Thru W'81 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Idontificatfon of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Componont

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identificafion
Year
Built

Ropaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Mech Shock Arrestor Pacific Scientific 3476 N/A EBB-102-H15 1978 Replaced No

Mech Shock Arrestor Pacific Scientific EBB-102-H15 1978 Replacement No

7. Description of Work Re laced existin snubber with same size functionall tested re lacement snubber.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
ExomplQX Prossure psl Test Tomp. 'P

NOTE: Supplemental sheets in form of lists, sketchos, or drawings may bo used, provided (1) sizo is srh in. x 11 in., (2) information in
items 1 through 6 on this report is included on each shoot, and (3) each sheet Is numbered and the number of shoots is recorded at the top
of this form.

(12/82) This form (E00030) may be obtained from tho Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Applroeble Menutestur ere Dete RepOrta tO be Stteohed

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this

ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
tepee or re plecement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or ers Oesrttn e. Trtle vp&uc operstrons

Date ~ QP,19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, hofding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of PENNSYLVANIA and employed by ARKWRIGHTMUTUALINSURANCE CO. of

WA AM MASSAC USETTS have inspected the components described

in this Ovmer's Report during the period September 25, 1993 to January 12. 1994, and state that

to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described in this

Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the

examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer

shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected viith this

inspection.

Inspector's Signature
Commissions 9 N(J

National Board, State, Province, and Endorsements

Date 1994



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power & Li ht Co. Dato 02/08/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Sheet

Unit

1 of

PO Box 467, Berwick, PA 18603
Address

E&S Cons/WA If C331 16

Repsii Oresnissilon P.O. No., Job No.. ere.

3. Work Performed by Owner Type Code Symbol Stamp None

4. Identification of System

Address

Authorization No.

Expiration Date

SUS 1528 HPCI Stm Exhaust Class 2

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 80 Edition, Tht'U W'81 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Idontification of Components Ropairod or Replaced and Replacement Components

Code Case

e Name of
Component

Name of
Manufacturer

Manufacturer
Serial

No.'ationalBoard
No.

Othor
Idontification

Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yos or

No)

Moch Shock Arrostor Pacific Scientific 4850 H88-108.H1 1979 Replaced No

Mech Shock Arrestor Pacific Scientific 8608 HBB-108 H1 1981 Replacement No

7. Description of Work Re laced existin snubber with size 35, functionall tested re lacement snubber as
lnstructod In DCP 92-3020E.

S. Tests Conducted: Hydrcstadc Pneumatic@ Nominal Opora6ng Pressure@
Exemp+X Pressuro psi Test Temp. 'F

(

(12l82) This form (E00030) may bo obtained from tho Order Dept., ASME, 345 E. 47th St., Now York, N. Y. 10017

NOTE: Supplemental shoots in form of lists, skotchos, or dmwings may bo used, provided (1) size Is Sr/s in. x 11 in., (2) information in
itoms 1 through 6 on this report is included on each shoot, and (3) each shoot is numbered and tho number of sheets Is recorded at the top
of this form.



FORM NIS-2 (Back)

9. Remarks N/A
fs pplcsble MenfdreortNers ogre Re pats to be stsortetr

CERTIFICATION OF COMPLIANCE

We certifythat the statements made ln the report are correct and this REPLACEMENT conforms to!he rules of the
ASME Code, Section XI. reperr or replecernent

Type Code Symbol Stamp N/A

Certificate of Authodaation No. N/A Expiration Date N/A

Sign
Ouynei or Oetrners Dessrinee. T vrb& opersbons

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProviraoof PEMMS LVAMIA and emplcyedby ARKIVRIGH MUTUA INSURANCE CO. of

A AM MASSAC US S have inspected the components described
tnihls owners Repoll during the period beplember29,1993 to January 12, f994, and slate thai
lo the best of my knowledge and betief, lhe Owner has perionned examinations and taken eorreolivo measures desmibed in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty. expressed or implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in an manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Date

Inspector's Signature

Jt 1994

Commissions
National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Penns Ivania Power a Li ht Co.
Norns

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Date

Sheet 1 of

Unit 1

02/08/94

3. Work Performed by Owner

PO Box 467, Befwick, PA 18603
Address

E&S Cons/WA I Y20476

Repair Organization P.O. No., Job No., elc.

Type Code Symbol Stamp None

4. identification of System

Address

Authorization No.

Expiration Date

SUS 161 B RWCU Class 2

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 80 Edition, Thfu W'81 Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vf80

6. identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Mech Shock Arrestor Pacific Scientific 14789 N/A D88-122-H24 1983 Replaced No

Mech Shock Arrestor Pacific Scientific 2134 DBB-122-H24 1977 Replacement

7. Description of Work Re laced existin snubberwithsamesizefunctionall testedre lacementsnubber.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressurccj
Exempt'ressure psi Test Temp. 'P s

NOTE: SuPPlemental sheets in form of lists, sketches, or drawings may be used, Provided (1) size is 8r/a in. x 11 in., (2) information in
Items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top
of this form.

(12/82) This form (E00030) may be obtained from the Order Dept. ~ ASME, 345 E. 47th St. ~ New York, N. Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
db pplfcable Manuracturer s Oats Reports to be attacrted

CERTIFICATION OF COMPLIANCE

We cerlify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
re pa u or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or Owners sfgnee. Tee Vp&uc Operabons

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof P NNS LVANIA andemployedby ARKWRIGHTMUTUALINSURANC CO of

ALTHAM MASSACHUSETTS have inspected the components described
in this owners Repen during the period september 25, 1993 to January 12, 199c, and slate that
lo ihe bast of my knowledge and belief, the Owner has performed examinations and taken correclrre measures described in this
Ovmei's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied. concerning the
examinations and corrective measures described in this Owner's ReporL Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Inspector's Signature
Commissions /

National Board, State, Province, and Endorsements

Date 1994



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uiredb the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power & Li ht Co. Date 02/14/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Sheet

Unit 1

1 of

PO Box 467, Berwick, PA 18603
ES S Cons/WA ¹ see shoot 3 of 3

3. Work Performed by

Address

Owner
kame

Repair organization p.o. No. ~ Jcb No., etc.
1

Type Codo Symbol Stamp None

4. identification of System

Address

Authorization No.

Expiration Date

SUS 162A Vessel S ider Class 1

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 80 Edition, Thru W'81 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Item 1

Item 2

Mech Shock Arrostor Pacific Scientific

Mech Shock Arrostor Pacific Scientific

'13670

8697

DCA-111-H11

DCA-111.H11

1982

1980

Replaced

Replacement

Mech Shock Arrostor Pacific Scientific 3178 N/A MST-22-H20 1978 Replaced

Icem 4 Mech Shock Arrestor Pacific Scientific 8605 N/A MST-22'-H20 1981 Replacement
*

No

NOTE «'(1): Serial/Heat number and year built not available.

7. Description of Work Re laced existin snubber with same size functionall tested re lacement snubber.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
ExempQX Pressure psi Test Temp. 'F

(

(12/82) This form (E00030) may be obtained from the Order Dept. ~ ASME, 345 E. 47th St., Now York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketchos, or drawings may be used, providod (1) size is 8'n. x 11 in. ~ (2) information in
itoms 1 through 6 on this report is included on each shoat, and (3) each shoot is numbered and the number of sheets is recorded at the top
of this form.



FORM NIS-2 (Back)

9. Remarks N/A
hppttcabre Manufacturers octa Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization No.

Signed

N/A Expiration Date

Date

N/A

,19 94
Owner or Cs Destgnee. VP&uc Operabons

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by AR RIG MUTUALINSURANCE CO. of

AL AM MASSACHUS TTS have inspected the components described
in ibis owner's Report during the period september 25, 1993 to January 12, 199e, and state that
to Ihe best of my knowledge and belief. the Owner has performed exsminalione and taken oorreulire measures dasuribed In this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a toss of any kind arising from or connected with this
inspection.

Date

Inspector's Signature
'

1994

Commissions F6
National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power 8 Li ht Co. Date 02/1 1/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Sheet

Unit

2 of

PO Box 467, Berwick, PA 18603
Address

E8 S Cons/WA ¹ See Shoot 3 of 3

Repair Organlsaiion P.O. No., Job No. ~ etc.

3. Work Performed by Owner Type Code Symbol Stamp None

4. Indentificatlon of System

Address

Authorization No.

Expiration Date

SUS162A Vessel S ider Class1

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 80 Edition, W '81 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacomonts 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Nome of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Roplacemont

ASME
Code

Stamped
(Yes or

No)

Item 5

Item 6

Item 7

tern 8

tern 9

Item 10

Item ll
Item 12

Moch Shock Arrestor

Mech Shock Arrestor

Mech Shock Arrestor

Mech Shock Arrestor

Mech Shock Arrestor

Mech Shock Arrestor

Mech Shock Arrestor

Mech Shock Arrestor

Pacific Scientific

Pacific Scientific

Pacific Scientiic

Pacific Scientific

Pacific Scientific

Pacific Scientific

Pacilic Scientific

Pacific Scientific

6838

19475

4991

21564

14386

14453

3871

13418

N/A

N/A

N/A

N/A

N/A

SPDBA112-H11 1978

SPDBA112-H11 1981

SPDBA112-H28 1978

SPDBA112.H28 1982

SPDBA112-H41 1982

SPDBA112-H41 1982

SPDBA108-H6 1978

SPDBA108.K6 1981

Replaced

Replacement

Replaced

Replacemont

Replaced

Replacement

Replaced

Replacement

No

No

No

No

No

No

No



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Penns Ivania Power &. Li ht Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Date

Sheet 3 of

Unit

02/1 1/94

PO Box 467, Berwick, PA 18603

3. Work Performed by

Address

Owner
Name

Repair OrganlzalkrnP.O. Na, Job No., eto.

Type Code Symbol Stamp None

4. Indentification of System

Address

Authorization No.

Expiration Date

SUS162A VesselS ider Class1

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 80 Edition, W '81 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Rephcements 19 80 thru VP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

H20442

H20442

S34731

N/A

S34731

Y20474

Y20474

Y20475

N/A

Y20475 N/A

10

Y20475

Y20475

Y20457

N/A

N/A

N/A

12 Y20457 N/A



( ~



4

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns lvania Power 8 Li ht Co. Date 02/08/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Nsrna

Sheet

Unit

1 of

PO Box 467, Befwick, PA 18603
Address

E&S Cons/WA ff Y20471

Repair Organisation P.O. No., Jcb No., elc.

3. Work Performed by Owner Type Code Symbol Stamp None

4. Identification of System

Address

Authorization No.

Expiration Date

SUS 164B Recirc/RWCU Suet Class 1

N/A

. N/A

5. (a) Applicable Construction Code ASME III 19 80 Ecfitfon, Thru W'81 Addenda,

(b) AppliCable EditiOn Of SeCtiOn XI UtiliZed IOr RepalrS Or ReplaCementS 19 80 thru Vrr80

6. Identirrcatfon of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

'ational
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Mech Shock Arrestor Pacific Scientific 3430 N/A SPDCA-102-H20 1978 Replaced

Mech Shock Arrestor Pacific Scientific 3597 N/A SPDCA-102-H20 1978 Replacement No

7. Description of Work Re laced existin snubber with same size functionall tested re Iacement snubber.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Exempt'ressure psi Test Temp. 'p

(

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St. ~ New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is srh in. x 11 ln., (2) information in
items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets Is recorded at the top
of this form.



FORM NIS-2 (Back)

9. Remarks N/A
App4cable rrranuracturel's Data Reports lo be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repas or replacement

Type Code Symbol Stamp

Certificate of Authorization No.

Signed

N/A

N/A

Expiration Date

Date

N/A

~ 19 94
Owner or ers Oesrpn . Trrre Vp&ucoperations

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNS LVANIA and employed by ARKWRIG T MUTUALINSURANCE CO. of

AM MASSACHUSETTS have inspected the components described
in this Ovmer's Report during the period September 25, 1993 to January 12, 1994 ~ and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

inspector's Signature
Commissions

National Board, State, Province, and Endorsements

Date



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power & Li ht Co. Dato 02/08/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

PO Box 467, Berwick, PA 18603
Address

Sheet 1 of

Unit

E&S Cons/WA ¹ C23480

Repair Oreanlzaticn P.O. No., Jcb Nc., eic.

3. Work Performed by Owner
Name

Type Code Symbol Stamp None

4. Identilication of System

Address

Authorization No.

Expiration Date

SUS 183A Main Steam Class 2

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 80 Edition, Thru W'81 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru M(80

6. identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Mech Shock Arrestor Pacific Scientific 670 N/A 0 8B-101.H10A 1979 Replaced No

Mech Shock Arrestor Pacific Scientific 9451 N/A DBB-101.H10A 1982 Replacement

Mech Shock Arrestor Pacific Scientific 0 8B-101-H10B 1978 Replaced No

Mech Shock Arrestor Pacific Scientific 2808 08B-101-H10B 1978 Replacement No

7. Description of Work Re laced existin snubber with size 35, functionall tested re Iacement snubbers
as instructed in DCP 92-3020B.
8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@

ExempQX Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) sizo is 8r/s in. x 11 in., (2) information in
items 1 through 6 on this report is included on each shoot, and (3) each sheet is numbered and tho number of shoots is recorded at tho top
of this form.

(12/82) This form (E00030) may bo obtalnod from tho Order Dopt., ASME, 345 E. 47th St., New York, N. Y. 10017



9. Remarks N/A

FORM NIS-2 (Back)

Appnceble Menofscneers Death Repons R oe snsched

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repas or replecemenl

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A

Signed
Owner or rs Deign . Tee Vp&ucOpersoons

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by ARKW IGHT MUTUALINSURANC CO. of

WALTHAM MASSAC USETTS have inspected the components described
in this Owner's Report during the period September 25, 1993 to January 12, 1994 . and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injuryor property damage or a loss of any kind arising from or connected viith this
inspection.

Inspector's Signature
Commissions 8'I

National Board, State, Province, and Endorsements

Date 1994



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power &, Li ht Co. Date 02/08/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Shoot 1 of

Unit

E&S Cons/WA ¹ S34782

Repair Organlsaiion p.O. No., Job No.. etc.

3. Work Performed by Owner Type Code Symbol Stamp None

Address
Authorization No.

Expiration Date

N/A

N/A

4. Identification of System SUS 183D Main Steam Lines & Relief Lines Inside Containment Class 3

5. (a) Applicable Construction Code ASME III 19 80 Edition, Thru W'81 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Mech Shock Arrestor Pacific Scientific 2834 G BC-101-H162 1978 Replaced No

Mech Shock Arrestor Pacific Scientific 8635 N/A GBC-101-H162 1981 Replacement No

7. Description of Work Re laced existin snubber with same size functionall tested re lacement snubber.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Exempt+X Pressure psi Tost Temp. 'F

(

(12/82) This form (E00030) may bo obtained from the Order Dept., ASME, 345 E. 47th St., Now York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be usod, provided (1) size is 8rh in. x 11 in., (2) information ln
items 1 through 6 on this report is included on oach sheet, and(3) each shoot is numbered and the numbor of shoots is recordod at tho top
of this form.



FORM NIS-2 (Back)

9. Remarks N/A
Applrceble Menrrfecbrrers osta Reports to be ettechert

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. reps» or replece ment

Type Code Symbol Stamp N/A

CertiTicate of Authorization No. N/A Expiration Date N/A

Signed
Owner Ownel'S De nee. Tete VP&bc Operebons

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by ARKWRIGHTMU UAL INSURANCE CO. of

LT AM MASSACHUSETTS have inspected the components described
in this Owner's Report during the period September 25, 1993 to January 12, 1994 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certi%cate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected viith this
inspection.

Commissions

Date

Inspector's Signature

/ 1994

National Board, State, Province, and Endorsements



1s

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Penns lvania Power & Li ht Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Date

Shoot

Unit

1 of

02/08/94

PO Box 467, Berwick, PA 18603
E&S Cons/WA ¹ Y20458

3. Work Performed by

Address

Owner

Rerwrtr Orttanlzattcn P.O. No., Job No., etc.

Type Code Symbol Stamp None

4. Identification of System

Address
Authorization No.

Expiration Date

SUS 183E ADS & Steam Relief Class 3

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 80 Edition, Thru W'81 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Caso

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Mech Shock Arrestor Pacific Scientific 21091 N/A SPHCC-138-
H2008

1981 Rephced

Mech Shock Arrestor Pacific Scientific 16396 SPHCC-138-
H2008

1980 Reptaco ment No

7. Description of Work Re laced existin snubber with same size, functionall tested re Iacement snubber.
as lnstructod in DCP 92-3020B.
8. Tests Conducted: Hydrostatic PneumaticQ Nominal Operating ProssureQ

ExemptQX Pressure psi Test Temp. 'p

(

(12/82) This form (E00030) may bo obtainod from tho Order Dept., ASME, 345 E. 47th St., Now York, N. Y. 10017

NOTE: Supplomontal sheets in form of lists, sketches, or drawings may be used, provided (1) size is Brh in. x 11 in., (2) information in
items 1 through 6 on this roport is included on each shoot, and(3) each sheet is numborod and tho number of sheets is recorded at the top
of this form.



9. Remarks N/A

FORM NIS-2 (Back)

Applcebre Menursctu<ecs Dste Reports to be ertsctlerr

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repee or repISCement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or ere Desrpn . True VP&uc Operebons

Date , 19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by ARKW IGHT MUTUA INSURANCE CO. of

A AM MASSAC USETTS have inspected the components described
in this Owner's Report during the period September 25, 1993 to January 12, 1994, and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

InspectoCs Signature
Commissions //

National Board, State, Province, and Endorsements

Date 'l994



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power & Li ht Co. Date 02/08/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Sheet

Unit 1

1 of

PO Box 467, Berwick, PA 18603
E8 S Cons/WA ¹ C23479

3. Work Performed by

Address

Owner

Repair Orgarrisaiion p.o. No., Job rro., etc.

Type Code Symbol Stamp None

Address

Authorization No.

Expiration Dato

N/A

N/A

4. Identification of System SUS 192A SSE Effectin Main Steam ANSI B31.1 Portion

5. (a) Applicable Construction Code ASME III 19 80 Edition, W'81 Addenda,

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification ol Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built ~

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Mech Shock Arrestor Pacilic Scientific 169 EBD-113-H4 1979 Replaced No

Mech Shock Arrestor Pacific Scientific N/A EBD-113-M4 1979 Replacement

7. Description of Work Re laced existin snubber with same size, functionall tested re lacement snubber

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
ExompQX Prossuro psi Test Temp. 'P

(

(12/82) This form (E00030) may bo obtainod from tho Order Dept., ASME, 345 E. 47th St., Now York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may bo used, provided (1) size is 8rrri in. x 11 in., (2) information In
items 1 through 6 on this report ls includod on each sheet, and (3) each shoot is numborod and tho number of sheots Is recorded at the top
of this form.



FORM NIS-2 (Back)

9. Remarks N/A
Applreable Sranoraerurera Oars Repcrra iO be anaened

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
repas or repracernenl

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or ers Oesrpn, nre VP&uc Operabons

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

Inspector's Signature

1994Date

I~ the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
orProvinceof PENNSY VANIA and employed by ARKWRIGHTMU UAL INSURANCE CO. of

LT AM MASSACHUS S have inspected the components described
in this Owner's Re port during the period September 25, 1993 to January 12, 1994 ~ and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
OwneVs Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Commissions /I
National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns lvania Power 8 Li ht Co.
Name

Two North Ninth St., Allentown, PA 18101

Date

Sheet

02/14/94

1 of

2. Plant

Address

Sus uehanna Steam Electric Station

PO Box 467, Berwick, PA 18603
Address

Unit 1

E&S Cons/WA I C23480

Repair Organlsaticn P.O. No., Jcb Nc., eic.

3. Work Performedby Owner Type Code Symbol Stamp None

Address
Authorization No.

Expiration Date

N/A

N/A

4. Identification of System SUS 1930 Main Turbine Steam ANSI B31.1 Portion

5. (a) Applicable Construction Code ASME I I I 19 80 Edition, W'81 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Mech Shock Arrestor Pacific Scientific 1637 MS L-100.H11A 1989 Replaced No

Mech Shock Arrestor Pacific Scientific 8628 N/A MS L-100-H11A 1981 Replacement

Mech Shock Arrestor Pacific Scientific 2400 N/A MSL-100.H11B 1981 Replaced No

Mech Shock Arrestor Pacific Scientific MSL-100.H11B 1977 Replacement No

7. Description of Work Re laced existin snubbers with size 35, functionall tested re lacement snubbers
as instructedin DCP 92-3020B.
8. Tests Conducted: Hydrostatic Pneumati<Q Nominal Operating Pressure@

ExempQX Pressure psi Test Temp. 'P

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8r/i in. x 11 in., (2) information in
items 1 through 6 on this report is included on each sheet, and(3) each sheet is numbered and the number of sheets is recorded at the top
of this form.

This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

9.Remarks N/A
Applcabre ManttfaobNera oata Reporra ro be aaraortedi

CERTIFICATION OF COMPLIANCE
We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the

ASME Code, Section XI. 9cpa tr or replace mani

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
ouuner or ra oeg ee. Tfrre vp&trcoperabona

Date
~ 19 94

CERTIFICATION OF INSERVICE INSPECTION

I~ the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of NNS LVANIA and employed by ARKWRIG T UTUAL INSURANCE CO. of

HAM MASSAC USETTS have inspected the components described
In thl~ Owners

Report during

th period geplembcr 25, 1993 lo January 12, I994, and state thai
lo the best of my knowledge and belief, tile Ovmer has performed examinalions and taken correclive measures described In this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this OwneCs Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal in)ury or property damage or a loss of any kind arising from or connected viith this
inspection.

Inspector's Signature
Commissions

National Board, State, Province, and Endorsements

Date 1994



4

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Penns Ivania Power & Li ht Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Date

Sheet

Unit

02/11/94

2 of

PO Box 467, Berwick, PA 18603
E&S Cons/WA ff C23480

3. Work Performed by

Address

Owner
Name

Repair Organization P.O. No., Job No.. elo.

Type Code Symbol Stamp None

Address
Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System SUS 1930 Main Turbine Steam ANSI B31.1 Portion

5. (a) Applicable Construction Code ASME III 19 80 Edition, W '81 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vlf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Mech Shock Arrestor Pacific Scientific MSL-100.H2 1982 Replaced No

Mech Shock Arrestor Pacific Scientific 8613 MSL-100.H2 1981 Replacement

Mech Shock Arrestor Pacific Scientific 2396 N/A MSL-100.H9B 1989 Replaced No

Mech Shock Arrestor Pacific Scientific N/A MSL-100.H9B 1978 Replacement No



l
FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS

As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power 8 Li ht Co.
Name

Date 02/09/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

PO Box 467, Berwick, PA 18603

Sheet 1 of

Unit 1

E&S ConshVA ¹ C3321 9

3. Work Performed by

Address

Owner

Repair Orgarrlsatton p.o. tro., Job No., eto.

Type Code Symbol Stamp None

4. Identification of System

Address
Authorization No.

Expiration Date

SUS 145A FW RFP A Disch ANSI B31.1 Portion

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 71 Edition, W'72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Rephcements 19 80 thru Vtr80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

~ Name of
Manufacturer

Manufacturer
Serb! No.

National
~ Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or .

Replacement

ASME
Code

Stamped
(Yes or

No)

1 Clamp

1 Clamp

Grinnell

Grinnell

Item ¹12 '(1)

Item ¹12 '(1)

N/A DBD-105.H14A '(1) Replaced

DBD-105-H14A (1) Replacement

1 Load Stud

1 Load Stud

2 Heavy Hex Nuts

2 Heavy Hex Nuts

Grinnell

Grinneil

Grinnell

Grinnell

Item ¹13 '(1)

Item ¹13 '(1)

Item ¹14 '(1)

item «14 '(1)

Replaced

Replacement

Replaced

Replacement

DBD-105 H14A '(1)

PBD-105.H14A '(1)

PBP-105.H14A '(1)

PBP.105-H14A '(1) No

No

NOTE *(t): Serial/Heat number and year built not available.

7. Description of Work Re laced arts with sufficient re lacement arts as instructed in DCP 92-3020C.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
ExempQX Pressure psi Test Temp. 'p

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8rh in. x 11 in., (2) information in
items 1 through 6 on this report is included on each sheet, and (3) oach sheet is numbered and the number of sheets Is recorded at the top
of this form.

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Apprrcsbro rssnurscrurers oats Repcrrs io rre arrscnorr

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repsrr or roprscement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Sig
owner owners oe nee. Trrre vp&uc operabonc

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNS VANIA and employed by ARKWRIGHTMUTUALINSURANCE CO. of

THAM MASSACHUSETTS have inspected the components described
in this Owner's Report during the period September 25, 1993 to January 12, 1994 . and state that
to the best of my knowledge and belief. the Ovmer has performed examinations and taken correctnre measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty. expressed or implied, concerning the
examinations and corrective measures described in this Ovmei's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Inspector's Signature
Coinmissions

National Board, State, Province, and Endorsements

Date 1994



(

1. Owner Penns lvania Power & Li ht Co. Date 02/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

PO Box 467, Befwick, PA 18603

Sheet 2 of

Unit

E&S Cons/WA ¹ C33219

3. Work Performedby

Address

Owner

Repair Oreaalzatlon P.O. No., Job No., etc.

Type Code Symbol Stamp None

4. Indentification of System

Address

Authorization No.

Expiration Date

SUS 145A FW RFP A Disch ANSI B31.1 Portion

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 ?1 Edition, W '72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 60 thru MP60

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1 Clamp

1 Clamp

Grinnell

Grinnell

ITem ¹12 (1)

Item ¹12 '(1) N?A

0BD-105-H14B

D8D-105-H14B

Replaced

Replacement

No

No

1 Load Stud Grinnell Item ¹13 '(1) N/A DBD.105.H14B Replaced No

1 Load Stud Grinnell Item ¹13 '(1) N/A DBD-105.H14B Replacement

2 Heavy Hex Nuts Grinnell item ¹14 '(1) N/A 0BD-105-H14B Replaced

2 Heavy Hex Nuts Grinnell ITem ¹14 '(1) N/A 0BD-105.H14B Replacement

'OTE (1): Serial/Heat number and year built not available.





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power 8 Li ht Co. Dato 02/08/94

Two North Ninth St., Allentown, PA 18101
Address

Sheet 1 of

2. Plant

PO Box 467, Berwick, PA 18603
Address

3. Work Performed by Owner

Sus uehanna Steam Electric Station Unit

E8 S ConsAIVA ¹ C33218

Repair Oroaalzadon p.o. No.. Job No., elo.

Type Code Symbol Stamp None

4. Identification of System

Address
Authorization No.

Expiration Date

SUS 145A FW RFP Dischar e ANSI B31.1 Portion

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 71 Edition, W'72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1 End Paddle

1 End Paddle

Grinnell

Grlnnell

Item ¹2 (1)

Item ¹ 2'(1)

DBD-101-H36A

DBD 101-H36A

Replaced

Replacement

e'OTE (1): Serial/Heat Number anti Year Built not available

7. Description of Work Re laced art withsufficient re lacement art.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Exemp+X Pressure psi Tost Tomp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is sr'n. x 11 in., (2) information in
items 1 through 6 on this report is includod on each sheet, and (3) each shoot is numbered and the number of sheets is recorded at the top
of this form.

(12/82) This form (E00030) may bo obtained from the Ordor Dept., ASME, 345 E. 47th St., Now York, N. Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Appi4ce ble Meh44feci449ers osis Repo4ts 10 i9e sissched

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. 9e pep 09 99 pie celllehi

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A

Signed
c944hei rs De hee, T4ce vlcc opersi9ohs

Date , 19 94

CERTIFICATION OF INSERVICE INSPECTION

I~ the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ENNS LVANIA and employed by ARKWRIGHTMUTUALINSURANCE CO. of

WA THAM MASSACHUSETTS have inspected the components described
in this Owner's Report during the period September 25, 1993 to January 12, 1994

~ and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described In this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

InspectoCs Signature
Commissions

National Board, State, Province, and Endorsements

Date 1994



a

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Penns Ivania Power & Li ht Co Date 01/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Sheet 1 of

Unit 1

PO Box 467, Berwick. PA 18603
E&S Cons/WA ¹ S33918

3. Work Performed by

Address

Owner
Name

Repas Orrranlzaden PO. Ne., Job No., eie.

Type Code Symbol Stamp None

Address
Authorization No.

Expiration Date

N/A

N/A

4. Identification of System SUS 145A FW RFP A Disch ANSI B31.1 Portion

5. (a) Applicable Construction Code ASME III 19 71 Edition, W'72 Addenda,
(b) Applicable Edition of Section XI Utiliied for RepaIrs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1 Load Stud

1 Load Stud

1 Tapered Pin

Grlnnell

Grinnell

Grinnell

Item ¹13 '(1)

Item ¹13 (1)

Item ¹312'(1)

N/A DBD-101-H46

DBD-101-H46

DBD-101-H46

Replaced

Replacement

Replaced

No

No

1 Tapered Pin Grinnell Item ¹312 '(1) D8D-101-H46 Replacement

1 Rod Eye Assembly

1 Rod Eye Assembly

Grinnoll

Grinnell

Item ¹11 '(1)

Item ¹11 '(1) N/A

D8D-101-H53B

0BD-101-H53B

Replaced

Replacement

No

No

~NOTE (1): Serial/Heat number and year built not available.

7. Description ol Work Re laced artswithsufficient re lacement arts.

8. Tests Conducted: Hydrostatic Pneumatica'ominal Operating Pressure@
ExomptQX Pressure psi Test Tomp. 'P

(12/82)

i

This form (E00030) may bo obtainod from the Order Dept., ASME, 345 E. 47th St. ~ New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, skotches, or drawings may be used, provided (1) size is 8>/ in. x 11 in., (2) information in
items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets ls recorded at the top
of this form.



FORM NIS-2 (Back)

9. Remarks N/A
fb pprtcsble Msnutsctwers Data Reports to be satschett

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repsu or replscement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Ovfm or Odmers nee. Tftre VP&uc Opersbons

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by ARKWRIGHT UTUALINSURANCE CO. of

THAM MASSACHUSETTS have inspected the components described
in this ovmer's Repen during ths period geptember 25, 1993 to January12, 1994, and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described tn this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Inspector's Signature
Commissions

National Board, State, Province, and Endorsements

Date 1994



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner

2. Plant

Penns Ivania Power 8 Li ht Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Date

Sheet

Unit Unit 1

02/08/94

1 of

PO Box 467, Berwick, PA 18603
Address

E8S Cons/WA ¹ C33219

RepalrorgarrtaatlonPO No JobNo etc

3. Work Performed by Owner Type Code Symbol Stamp None

4. Identification of System

Address
Authorization No.

Expiration Dato

SUS 145A FW RFP A Disch ANSI B31.1 Portion

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 71 Edition, Thru W'72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Roptacomonts 19 80 thru Mfso

6. IdentiTication of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Reptacement

ASME
Code

Stamped
(Yes or

No)

Sway Strut Grinnoll None 0 8D-105-H14A Rophced

Mech Shock Arrestor Pacific Scientilic 8695 N/A 0BD-105.H14A 1980 Replacement No

Sway Strut

Mech Shock Arrestor

Grinnell

Pacific Scientific

None

8710 N/A

DBD-105.H14B

DBD-105-H14B 1980

Replaced

Replacement No

* NOTE (1): Year Built not available

7. Description of work Re laced existin swa struts with size 10/306 functionall tested re iacement snubbers as
instructed in DCP 92-3020C.
8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Prossurtcj

Exemp+X Pressure psl Test Temp. P

NOTE: Supplemental sheets in form of lists, skotchos, or drawings may be used, provided (1) size is srh in. x 11 in., (2) information in
items 1 through 6 on this report is included on each sheet, and (3) oach shoot is numbered and tho number of sheets is recorded at the top
of this form.

(12/82) This form (E00030) may be obtained from tho Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Apptroable ManuraCturere Data Repcrta tO be altaohed

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
*

ASME Code, Section XI.
REPLACEMENT conforms to the rules of the
reparr or replacement

Type Code Symbol Stamp N/A

Certtftcate of Authorization No. N/A Expiration Date N/A

Signed
~ror Desrtrnee. Trtre VP&uc Operabons

Date
~ 19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by A WRIG T UTUA INSU ANCE CO. of

WALTHAM MASSACHUS S have inspected the components described
in this Owner's Report during the period September 25, 1993 to January 12, 1994

~ and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described In this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Date

Inspector's Signature

1994~4

Commissions
National Board, State, Province, and Endorsements

J



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Penns Ivania Power & Li ht Co.
Name

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Date

Sheet

Unit 1

02/08/94

1 of

PO Box 467, Berwick, PA 18603
Address

E&S Cons/WA ¹ C33218

Repair Oreanlsailon P.O. No., Job No., eto.

3. Work Performed by Owner Type Code Symbol Stamp None

Address

Authorization No.

Expiration Date

N/A

N/A

4. Identification of System SUS145A FWDisch Common ANSI B31.1Portion

5. (a) Applicable Construction Code ASME III 19 80 Edition, Thfu W'81 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Mech Shock Arrestor Pacific Scientific 149 0BD-101-H41 1976 Replaced

Mech Shock Arrestor Pacific Scientific 8622 DBD-101-H41 1981 Replacement No

7. Description of work Re laced existin snubber with size 35 functionall tested re lacement snubber as instructed
in DCP 92-3020C.
8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure+

ExemptQX Pressure psi Test Temp. 'p

(

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8r/s in. x 11 in., (2) information in
items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top
of this form.



FORM NIS-2 (Back)

9. Retnarks N/A
Appllcatlte Mantttacturet'c Oata Repottc to oe attacne4t

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
lepalf ol teptacetnenl

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
9 ot owner 94ttnee, Tote vp&uc 0peraoonc

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by ARKWRIGHTMUTUALINSURANCE CO. of

T AM MASSACHUSETTS have inspected the components described
in this Owner's Report during the period September 25, 1993 to January 12, 1994

~ and state that
to the best of my knowledge and belief, the Ovmer has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Reporl. Futthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Commissions

Date

Inspectofs Signature

1994~
National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power 8 Li ht Co.
Name

Date 01/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

PO Box 467, Berwick, PA 18603

Sheet of

Unit

E&S Cons/WA ¹ S34854 Item 1 & C33213 Item 2

3. Work Performed by

Address

Owner
Name

Repair Orgaalzaiiorr P.O. No.. Jcb No.. etc.

Type Code Symbol Stamp None

4. Idontification of System

Address
Authorization No.

Expiration Date

SUS 152A HPCI Class 2

N/A

N/A

5. (a) Applicabte Construction Code ASME III 19 71 Edition, W'72 Addenda,
(b) Applicablo Edition of Section Xl Utilized tor Repairs or Replacements 19 80 thru MP80

6. Identification ot Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

tdentification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Ttem 1 1 Rod Eye Assembly Grlnnell Item ¹ 11 '(1) H8B-107.H2B Replaced

1 Rod Eye Assembly Grinnell Item ¹ 11 '(1) N/A H8B-107-H2B (1) Replacement

ten 2 1 Load Stud Grinneii Item ¹13 '(1) D88.120.H24 Replaced No

1 Load Stud Grinnell Item ¹13 '(1) '/A DBB-120.H24 '(1) Replacement No

NOTE (t): Serial/Heat Number and year built not available.

7. Description of Work Re laced art with sufficient re lacement art.

8. Tests Conducted: Hydrostatic Pneumatl<Q Nominal Operating Pressure@
ExompQX Pressure psi Test Temp. 'p

tI', (12/82) This form (E00030) may bo obtainod trom tho Order Dept., ASME, 345 E. 47th St., Now York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is Sr/* fn. x 11 in., (2) information in
items 1 through 6 on this report is included on each sheet, and (3) oach shoet Is numbered and the number ot sheets is rocordod at the top
of this form.



FORM NIS-2 (Back)

9. Remarks N/A
P,r9Orcacre Manuracturec'a Oata Reaorta ro r9e an ~

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the rcport are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. rerrarr or reolacernenr

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or era Oearrrn . True vp&uc orrerarrons

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by AR WRIGHT MU UAL INSURANCE CO. of

T A MASSAC US TTS have inspected the components described
in this Owner's Report during the period September 25, 1993 to January 12, 1994 ~ and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
OvmeVs Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certilicate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this OwneVs Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injuryor property damage or a loss of any kind arising from or connected with this
Inspection.

Inspector's Signature
Commissions

National Board, State, Province, and Endorsements

Date 4994



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power & Li ht Co. Date 02/14/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

PO Box 467, Beiwick, PA 18603

Sheet 1 of

Unit 1

E&S Cons/WA ¹ Y20479

3. Work Performed by

Address

Owner

Repair OreaalsarIon p.o. No., Job No. ~ ere.

Type Code Symbol Stamp None

4. Identification of System

Address

Authorization No.

Expiration Date

SUS 161B RWCU Class 1

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 71 Edition, W'72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Rephcement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Rephced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1 Load Stud

1 Load Stud

Grinneli

Grinnell

Itom ¹ 13'(1)

Item ¹ 13 '(1)

N/A 0BA-101-H10

DBA-101-H10

Replaced

'(1) Replacement No

2 Heavy Hex Nuts

2 Heavy Hox Nuts

Grinnell

Grinnell

Itom ¹14 (1)

Item ¹14 '(1) N/A

DBA-101.H10

DBA-101-H10

Replaced

Replacement No

NOTE d'(1): Serial/Heat number and year built not available.

7. Description of Work Re laced arts with sufficient re facement arts.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Exemp+X Pressure psi Tost Temp. 'F

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is sr/a in. x 11 in. ~ (2) information In
items 1 through 8 on this report is included on each sheet, and (3) each shoot is numbered and tho number of sheets is recorded at the top
of this form.

(12/82) This Iorm (E00030) may bo obtained from tho Order Dept., ASME, 345 E. 47th St., Now York, N. Y. 10017



FORM NIS-2 (Back)

9. Remarks N/A
Appracsble Msnurscturers Dsts Reports to be sttscrtefr

CERTIFICATION OF COMPLIANCE
We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the

ASME Code, Section XI. repsu or reptscement

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner or ers Desfrrn . Trtre VP&uc Opersbons

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

I~ the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ENNSYLVANIA and employed by ARKWRIGHT U UAL INSURANCE CO. of

AM MASSACHUS TTS have inspected the components described
in ibis Owner's Report during the period geplember 25, 1993 to January 12, 1994 . and slate that
to the heel of my knowledge and belief. the Ovmer has performed examinations and taken corrective measures

described

i this
Ovmer's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
Inspection.

Inspector's Signature
Commissions

National Board, State, Province, and Endorsements

Date 1994



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power 8 Li ht Co. Date 02/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

PO Box 467, Befwick, PA 18603
Address

Sheet 2 of

Unit

E&S Cons/WA ¹ Y20479

Repatr Organlsatton p.o. No., Job rro., etc.

3. Work Performed by Owner Type Code Symbol Stamp None

4. Indentification of System

Address
Authorization No.

Expiration Date

SUS 161 B RWCU Class 1

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 71 Edition, W '72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtr80

8. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identificabon
Yoar
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1 Load Stud Grinnell Item ¹13 '(1) N/A DBA-101-H8 Replaced No

1 Load Stud Grinnell Item N13 '(1) 0BA-101-H8 Replacement No

2 Heavy Hex Nuts

2 Heavy Hex Nuts

Grinneli

Grinnell

Item ¹14 '(1)

Item ¹14 '(1)

DBA-101-H8

DBA101-H8

Replaced

Replacement

No

1 Load Stud

1 Load Stud

Grinnell

Grinnell

Item N13 '(1)

Item ¹13 '(1)

N/A

N/A

DBA-101-H15

DBA-101-H15

Replaced

Replacement No

2 Heavy Hex Nuts Grinnell Item ¹14 (1) N/A DBA-101-H15 Replaced No

2 Heavy Hex Nuts Grinnell Item ¹14 (1) N/A DBA-101-H15 Replacement No

* NOTE (1): SeriaVHeat number and year built not available.





FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Penns lvania Power 8 Li ht Co. Date 02/08/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Sheet

Unit

1 of

PO Box 467, Berwick, PA 18603
Address

E&S ConsriWA ¹ S34731

Repair Oreanlzatlon P.O. No., Jrrb No., aka

3. Work Performed by Owner Type Code Symbol Stamp None

4. Identification of System

Address

Authorization No.

Expiration Date

SUS 162A Vessel Main Steam Class 1

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 71 Edition, W'72 Addenda,

(b) Applicablo Edition of Section XI Utilized for Repairs or Replacements 19 80 thru MP80

6. Identification of Components Repaired or Roplaced and Replacement Components

Code Case

Name of
Component

1 Rod Eye Assembly

1 Rod Eye Assembly

Name of
Manufacturer

Grinnell

Grinnoll

Manufacturer
Serial No.

Item ¹ 11 '(1)

Item ¹ 11 '(1)

National
Board

No.
Othor

Identification

MST-22-H20

MST-22-H20

Year
Built

Repaired,
Replaced, or
Replacement

Replaced

Replacement

ASME
Code

Stamped
(Yes or

No)

No

'a NOTE(1): Serial/Heat Number and Year Built not available.

7. Description of Work Re laced alt with sufficient re lacement aft as instructed in NCR 93-179.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Exemp+X Pressure psi Test Temp. 'F

NOTE: Supplemental sheets in form of lists, skotches, or drawings may be used, provided (1) sizo is 8rh in. x 11 In., (2) Information in
items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and tho number of shoots Is recorded at the top
of this form.

(12/82) This form (E00030) may bo obtainod from tho Ordor Dept. ~ ASME, 345 E. 47th St., Now York, N. Y. 10017



FORNI NIS-2 (Back)

9. Remarks N/A
Appteabte Manutactutet's Data Repons to be attacned

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. cepalc ot teplacelnent

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date N/A

Signed
owner cu ers Destttn . rtue vp&uc operabons

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSY VANIA and employed by ARKWRIGHTMUTUALINSURANCE CO. of

A THAM MASSACHUSETTS have inspected the components described
in this Ovmet's Report during the period September 25, 1993 to January 12, 1994 . and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken correcttve measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing tnis certificate neither the Inspector nor his employer makes any warranty, expressed or implied. concerning the
examinations and corrective measures described in this OwneVs Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injuryor property damage or a loss of any kind arising from or connected with this
inspection.

J

Commissions
Inspector's Signature National Board, State, Province, and Endorsements

Date 1994



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

Penns Ivania Power & Li ht Co. Date 02/14/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Sheet

Unit

1 of

PO Box 467, Belwick, PA 18603
Address

E&S Cons/WA ¹ Y20470

Repair Organization P.O. No., Job No., elc.

3. Work Performed by

4. Identification of System

Address

Owner
Name

Typo Code Symbol Stamp

Authorization No.

Expiration Date

SUS 164B Recirc/RWCU Class 1

None

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 71 Edition, W'72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacomonts 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Nome of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
. Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1 Load Stud

1 Load Stud

Grinnell

Grinnell

Item ¹ 13 '(1)

Item ¹ 13'(1)

0CA-102-H3

DCA-102-H3

Replaced

Replacement No

2 Heavy Hex Nuts

2 Heavy Hex Nuts

Grinnetl

Grinnell

Item ¹ 14'(1)

Item ¹14'(1) '

N/A

DCA-102.H3

DCA.102.H3

Replaced

Replacement No

NOTE d'(1): Serial/Heat number and year built not available.

7. Description of Work Re laced artswithsufficientre lacement arts.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressurecj
ExembiQX Pressure psi Test Temp. 'F

(

(12/82) This form (E00030) may be obtained from the Ordor Dept., ASME,345 E. 47th St., Now York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8rh in. x 11 in., (2) information in
items 1 through 6 on this report is included on each shoot, and (3) each sheet is numbered and tho number of sheets is recorded at the top
of this form.



FORM NIS-2 (Back)

9. Remarks N/A
hpplcable Mantrracttfrers oats Reports to be attached

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this REPLACEMENT conforms to the rules of the
ASME Code, Section XI. repair or re piece ment

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed
Owner era ee, Tftre Vp&uc Operabons

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ENNSY VANIA and employed by AR RIG U UAL INSURANCE CO. of

AM MASSACHUSETTS have inspected the components described
in this Owner's Reporl during the period September 25. 1993 lo January12, 199S, and aisle thai
to the best of my knowledge arid belief, the Owner has performed ekaminalions and lakell oorreelire measures

dssoribed�i

this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Ovmer's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Commissions
Inspector's Signature National Board, State, Province, and Endorsements

Date 1994



(

1. Owner Penns Ivania Power 8 Li ht Co.
Name

Date 02/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

PO Box 467, Befwick, PA 18603

Sheet 2 of

Unit

EN S Cons/WA ¹ Y20471

3. Work Performed by

Address

Owner
Name

Repair OrganlsaVon P.O. No. ~ Jcb No., eic.

Type Code Symbol Stamp None

4. Indentification of System

Address
Authorization No.

Expiration Date

SUS 164B Recirc/RWCU Class 1

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 71 ECtion, W '72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1 Pivot Pin

1 Pivot Pin

Grinnell

Grinnell

ITem N6 '(1)

Item N6 '(1) N/A

SPDCA102-H20

SPDCA102.H20

Replaced

Replacement

No

No

2 Heavy Hex Nuts

2 Heavy Hex Nuts

Grinneli

Grinnell

Item ¹14 '(1)

Item N14 '(1)

N/A SPDCA102-H20

SPDCA102-H20

Replaced

Replacement

No

'OTE (1): Serial/Heat number and year built not available.



Cb

(~

( ~



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power 8 Li ht Co Date 02/14/94

2. Plant

Two North Ninth St.. Allentown, PA 18101
Address

Sus Uehanna Steam Electric Station
Name

Sheet 1 of

Unit 1

3. Work Performed by Owner
Name

PO Box 467, Berwick, PA 18603
Address

E&S Cons/WA ¹ Y20455

Repair Oreanlaatton P.O. No. ~ Job No., eto.

Typo Codo Symbol Stamp None

4. Identi%cation of System

Address
Authorization No.

Expiration Date

SUS 183A Main Steam Lines Class 2

N/A

N/A

5. (a) Applicable Construction Code ASME III 19 71 Edition, W'72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Rophcomonts 19 80 thru MP80

6. Identification of Components Repaired or Replaced and Replacement Components
0

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1 End Paddle Grinnoll Item ¹ 2'(1) N/A DBB-101-H13 Replaced No

1 End Paddle Grinnell Item ¹ 2'(1) DBB 101-H13 '(1) Replacement

1 Adapter Nut

1 Adapter Nut

Pacific Scientific

Pacific Sciontific

Item ¹1 '(1)

Item ¹1 '(1) N/A

DBB-101-H13

0 BB-101-H13

Replaced

Replacement No

NOTE *(1): Serial/Heat number and year built not available.

7. Description of Work Re laced artswithsufficientre lacement arts.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Exemp+x Pressure psi Test Tomp. 'F

I

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may bo used, providod (1) size is sr'n. x 11 in., (2) information ln
items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and tho number of sheets is recorded at the top
of this form.



FORM NIS-2 (Back)

9. Remarks N/A
Apptcable Manutacturers oats Reports to be aatachedt

CERTIFICATION OF COMPLIANCE
We cerlify that the statements made fn the report are correct and this

ASME Code, Section XI.
REPLACEMENT conforms to the rules of the
reps» or replacement

Type Code Symbol Stamp

Certificate of Authorization No. N/A

N/A

Expiration Date

N/A'igned

Ovnfner or ers Oestg . Trtte Vp&uc Operations

Date ,19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNS LVANIA and employed by ARKWRIG T MUTUALINSU ANCE CO. of

WA THAM MASSACHUS TTS have inspected the components described
in this owner's Repen during the period september 2s, 1993 to January12, 1994, and state that
to the best of my knowiedgs and beiief, the Ovmer has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's ReporL Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Inspector's Signature
Commissions

National Board, State, Province, and Endorsements

Date 1994



(

1. Owner Penns Ivania Power & Li ht Co. Date 02/11/94

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

Sheet

Unit

2 of

PO Box 467, Befwick, PA 18603
Address

E&S Cons/WA ¹ C23480 Item 1 & S34989 Item 2

Repair Organisation P.O. No., Jcb No., etc.

3. Work Performed by

4. Indentification of System

Address

Owner 7ype Code Symbol Stamp

Authorization No.

Expiration Date

SUS 183A Main Steam Lines Class 2

None

N/A

N/A

5. (a) Applicable Construction Code - ASME III 19 71 Edition, W '72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru VIP80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1 Load Stud (Item ¹1)

1 Load Stud (Item ¹1)

Grinnell

Grinnell

Item ¹13 '(1)

Item ¹13 (1)

N/A

N/A

DBB.104.H10

D8B-104.H10

Replaced

Replacement No

1 End Paddle (Item ¹2) Grinnell Item ¹2 '(1) N/A 0 8B-103-H7A '(1) Replaced

1 End Paddle (Item ¹2) Grinnell Item ¹2 '(1) DBB-103-HTA Replacement

* NOTE (1): Serial/Heat number and year built not available.
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power 8 Li ht Co. Date 01/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Shoot

Unit 1

1 of

PO Box 467, Berwick, PA 18603
Address

E8 S Cons/WA ¹ S34789

Repair Organlsatlon p.o. tro., Job No., eto.

3. Work Performed by

Address

Owner
Name

Type Code Symbol Stamp None

Authorization No.

Expiration Date N/A

4. Identification of System SUS 183D Main Steam Lines Relief Lines Inside Containment Class 3

5. (a) Applicable Construction Code ASME III 19 71 Edition, W'72 Addenda, N/A Code Case
(b) Applicable Etfition of Section XI Utilized for Repairs or Replacements 19 80 thru VP80

6. Identification of Components Repaired or Replaced and Replacement Components

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

IdontiTication
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

1 End Paddle

1 End Paddle

Grinnell

Grinnell

Item ¹2 (1)

Item ¹2 (1)

GBC-101.H242 '(1)

GBC 101-H242 '(1)

Replaced

Replacement

No

No

NOTE ~(1): Serial/Heat Number and year built not available.

7. Description of Work Re laced aft withsufficient re lacement art.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressur Q
ExemptQX Pressure psi Tost Temp. 'p

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8rh in. x 11 in., (2) information in
items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbored and tho number of shoots Is recorded at tho top
of this form.

(12/82) This form (E00030) may be obtained from the Order Dopt., ASME, 345 E. 47th St., New York, N. Y. 10017



FORM NIS-2 (Back)

9.Remarks N/A
Apptfceble Msnutscturers oste Reports to be attsched

CERTIFICATION OF COMPLIANCE
We certify that the statements made in the report are correct and this

ASME Code, Section XI.
REPLACEMENT conforms to the rules of the
Cepslf od geplscelllent

Type Code Symbol Stamp N/A

Certilicate of Authorization No. N/A Expiration Date N/A

Sign
Owner Owners Oe nee, Tfue VP&uc Operebons

Date QP,19 94

CERTIFICATION OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA andemployedby ARKWRIGHTMUTUA INSURANCE CO. of

WA T AM MASSACHUSETTS have inspected the components described
in this Ovmer's Report during the period September 25, f993 to January 12, 199O, and stale that
lo the best of my knowledge and betief, the Ovmsr has performed eke mirlations and la ken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Inspector's Signature
Commissions

National Board, State, Province, and Endorsements

Date 1994



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power 8 Li ht Co. Date 02/14/94

2. Plant

Two North Ninth St., Allentown, PA 18101
"Address

Sus uehanna Steam Electric Station

Sheet

Unit 1

1 of

PO Box 467, Befwick, PA 18603
Address

E&S Cons/WA ¹ see sheet 3 of 3

Repair Organization P.O. No., Job No., etc.

3. Work Performed by

Address

Owner
Name

Type Code Symbol Stamp

Authorization No.

Expiration Date

None

N/A

N/A

4. Identification of System SUS 1930 Main Turbine Steam ANSI B31.1 Portion

5. (a) Applicable Construction Code 'ASME III 19 71 Edition, W'72 Addenda,

(b) Applicable Etfition of Section XI Utilized for Repairs or Replacements 19 80 thru Vtf80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

Identification
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Etem 1

Ktem 2

1 Load Stud

1 Load Stud

Grinnell

Grinnell

Item ¹ 13 '(1)

Item ¹ 13 '(1)

N/A

N/A

MS L-100-H11A '(1)

MSL 100-H11A '(1)

Replaced

Replacement

No

Ktem 3

D:em 4

3 Heavy Hex Nuts

3 Heavy Hex Nuts

Grinnell

Grinnoll

Item ¹ 14'(1) N/A

"'tem

¹ 14 '(1) '/A
MSL-100.H11A '(1)

MS L-100.H11A '(1)

Replaced

Roplacemont

No

No

NOTE «'(1): Serial/Heat number and year built not available.

7. Description of Work Re laced arts with sufficient re lacement arts.

8. Tests Conducted: Hydrostatic Pneumatic@ Nominal Operating Pressure@
Exemp+X Pressure psi Tost Temp. 'F

(

(12/82) This form (E00030) may be obtained from the Order Dept., ASME, 345 E. 47th St., New York, N. Y. 10017

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8r/s in. x 11 in. ~ (2) information In
items 1 through 6 on this report is Includod on each shoot, and(3) each sheet is numbered and the numbor of shoets Is rocorded at the top
of this form.



FORM NIS-2 (Back)

9. Remarks N/A
Applfcsble Menutecnffel's Osis Repofts lo be snsched

CERTIFICATION OF COMPLIANCE

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

REPLACEMENT conforms to the rules of the
lePell ol fePlscelnefll

Type Code Symbol Stamp N/A

Certilicate of Authortaation No. N/A Expiration Date , N/A

Signed
ouvne ouhners oe fence. Tnfe vp&tfcoperebons

Date ,19 94

CERTIFICATION OF INSERVlCE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of PENNSYLVANIA and employed by ARKWRIGHTMUTUALINSURANCE CO. of

ALT AM MASSACHUSETTS have inspected the components described
in this owners Report during ihe period september 25, \993 lo January12, tgge, and state that
to the best of my knowledge and begef. the Owner has performed examinations and taken corrective measures

described

in

thi
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

Inspector's Signature
Commissions

National Board, State, Province, and Endorsements

Date 1994



FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power & Li ht Co Date 02/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station

Sheet

Unit

2 of

PO Box 467, Befwick, PA 18603
Address

E&S Cons/WA ¹ See Sheet 3 of 3

RepaIr organisauorr p.o. No., Job rro., etc.

3. Work Performed by Owner Type Code Symbol Stamp None

Address

Authorization No.

Expiration Date

N/A

N/A

4. Indentilication of System SUS 1930 Main Turbine Steam ANSI B31.1 Portion

6. (a) Applicable Construction Code ASME III 19 71 Edition, W '72 Addenda,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 60 thru W'80

6. Identification of Components Repaired or Replaced and Replacement Components

Code Case

Name of
Component

Name of
Manufacturer

Manufacturer
Serial No.

National
Board

No.
Other

tdentilication
Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes or

No)

Itetn 5 1 End Paddle

Item 6 1 End Paddle

Grinnell

Grinnell

Item ¹2 '(1)

Item N2 '(1) N/A

MSL-100-H9A

MSL-100-H9A

Replaced

Replacement

1 Rod Eye Assembly Grinnell Item N11 '(1) MSL-100 H3 Replaced

Iterrt 8 1 Rod Eye Assembly Grinnell Item ¹11 '(1) MSL-100-H3 Replacement No

Xi' 1 Rod Eye Assembly

ITem 10 1 Rod Eye Assembly

Grinnell

Grinnell

Item N11 '(1)

Item N11 '(1)

N/A

N/A

MSL-100-H7

MSL-100-H7

Replaced

Replacement

No

No

NOTE(1): Serial/Heat number and year built not available.



(y
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FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS
As Re uired b the Provisions of the ASME Code Section XI

1. Owner Penns Ivania Power & Li ht Co.
Name

Date 02/11/94

2. Plant

Two North Ninth St., Allentown, PA 18101
Address

Sus uehanna Steam Electric Station
Name

PO Box 467, Berwick, PA 18603
Address

Sheet 3 of

Unit

Repair Organization P.O. No., Job No., etc.

3. Work Performed by Owner +pe Code Symbol Stamp None

Address
Authorization No.

Expiration Date

N/A

N/A

4. Indentification of System SUS 1930 Main Turbine Steam ANSI B31.1 Portion

5. (a) Applicable Construction Code ASME I I I 19 71 Edition, W '72 Addenda,
(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 80 thru Vf80

8. Identilication of Components Repaired or Replaced and Replacement Components

Code Case

Item (s) Susquehanna Work Authorization Number Code Repair Form No.

N/A

C23480

C23480

C23480

N/A

N/A

Y20444 N/A

Y20444

Y20445

Y20445

N/A

N/A

Y20445 N/A

10 Y20445 N/A
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EXTERNALEXAMINATIONS



PAGE 1

ISI DAILY STATUS LOG - UNIT 1 SEVENTH REFUELING OUTAGE
(REPORT 6 FOR RPV EXAMS ------- AS OF: 03/30/94)

SYSTEM? RPV E

COMP ID

CRD- 1 4-1 1-8LT

OESC

CRD HOUSING BLT

MAP NO EXAMTYP WANUM

VT-1

EXMNUM

623007

REL
TO GE

10/26/93

GE EXAM
COMPLETE

10/27/93

GE REV
COMPLT

11/02/93

PPL
REVIEW ANII
COMPLETE SIGNOFF

11/03/93 0

CRO-22-11-BLT CRD HOUSING BLT VT-1 623008 '10/26/93 10/27/93 11/02/93 11/03/93

CRD-22-43-BLT CRD HOUSING BLT VT- 1 623009 10/26/93 10/27/93 11/02/93 11/03/93

CRD-26-07-BLT

CRD-26-39-BLT

CRD HOUSING BLT

CRO HOUSING BLT

VT-1

VT-1

623010 10/26/93 10/27/93 11/02/93 11/03/93

623011 10/26/93 10/27/93 11/02/93 11/03/93

CRD-26-55-BLT CRD HOUSING BLT VT-1 623012 10/26/93 10/27/93 1 1/02/93 1 1/03/93

CRD-26-59-BLT CRD HOUSING BLT VT-1 623013 10/26/93 10/27/93 1 1/02/93 1 1/03/93

CRD-30-07-BLT CRD HOUSING BLT VT-1 623015 10/26/93 10/27/93 11/02/93 11/03/93

CRD-30-27-BI.T CRD HOUSING BLT VT-1 623014 10/26/93 10/27/93 11/02/93 11/03/93

CRD 34-39-BLT CRD HOUSING BLT VT-1 623016 10/26/93 10/27/93 11/02/93 11/03/93

CRD-34-47-BLT CRD HOUSING BLT VT-1 623017 10/26/93 10/27/93 11/02/93 11/03/93

CRO-38-03-BLT CRO HOUSING BLT VT- 'I 623018 10/26/93 10/27/93 1 1/02/93 1 1/03/93

CRD 38-19-BLT CRD HOUSING BLT VT-1 623019 10/26/93 10/27/93 11/02/93 11/03/93

CRD-38-43-BI.T CRD HOUSING BLT VT-1 623020 10/26/93 '10/27/93 11/02/93 11/03/93

CRD-50-39-BLT CRD HOUSING BLT VT-1 623021 10/26/93 10/27/93 11/02/93 11/03/93



PAGE 2 0
ISI DAILY STATUS LOG — UNIT 1 SEVENTH REFUELING OUTAGE

(REPORT 6 FOR RPV EXAMS —----- AS OF: 03/30/94)

SYSTEM: RPV-E

COMP ID

CRD-50-43-BLT

DESC

CRD HOUSING BLT

MAP NO EXAMTYP WANUM

VT-1

EXMNUM

623022

REL
TO GE

10/26/93

GE EXAM
COMPLETE

10/27/93

PPL
GE REV REVIEW ANII
COMPLT COMPLETE SIGNOFF

11/02/93 11/03/93

CRD-54-39-BLT CRD HOUSING BLT VT-1 623023 10/26/93 10/27/93 11/02/93 11/03/93

CRD-58-27"BLT CRD HOUSING BLT VT-1 ~ 623024 10/26/93 10/27/93 11/02/93 11/03/93

CRD-58-35-BLT

CRD-58-39-BLT

CRD HOUSING BLT

CRD HOUSING BLT

VT-1

VT-1

623025 10/26/93 10/27/93 11/02/93 11/03/93

623026 10/26/93 10/27/93 11/02/93 11/03/93

N1 A NOZ-SE NOZ-SE VOL 623001 10/21/93 10/22/93 10/27/93 10/27/93 10/27/93

N2A NOZ-SE

N2F NOZ-SE

SE-NOZ

SE-NOZ

VOL

VOL

623002 10/12/93 10/'l2/93 10/ 18/93 10/19/93 10/20/93
h

623003 10/05/93 10/05/93 10/14/93 10/15/93 10/19/93

N2J NOZ-SE SE-NOZ VOL 623004 10/08/93 10/08/93 10/15/93 10/19/93 10/20/93

N2K NOZ-SE SE-NOZ VOL 623005 10/07/93 10/07/93 10/14/93 10/15/93 10/19/93

N9 NOZ-CAP

TALLY RPV-E 26

NOZ-CP VOL 623006 10/15/93 10/15/93 10/20/93 10/20/93 10/26/93



EROSIOW CORROSION

SCOPE OF EXAMINATIONS





PAGE NUMBER

UNIT 1 -- EROSION/CORROSION EXAMS -- REPORT 2
(SORTED BY PRIORITY)

REPORT DATE: 01/06/94
a~>« ~ 'UNt ."': I 0 DESCRIPTION REPLCD ID SYSTEhl ARLl BUILD SCAFF NOhl WALL LINE MnP NO. WA NU

DE all. ~LAN SIZE ELEV ROOhl ERATE INSUL MIN WALL ISI ISO

*CC 2 LINE

COMMENTS

GRID EWRNUM MEAS MIN ACTIVITY NO

DBD1011 "E2
RFP A EXIT
Z 1-TEMP
Z3-0BS

90 ELBOW X-44
18

FW 10 TB 0
676 T-128 21. 0 8
22'EK-6'S18

1.375 DBD-101-1 K)54 P31431
1.049 D.29

1. 308 K0154-01

DBD1012-E4A
F . W. TO RPV (MAIN)
HAND GRID

TEE D X-51A
30

FW 25
754
22'S23.6"8'WN

WING 3
0.0 8

1. 600
1.510

DBD-101-2
D.32

K204

K0204-01

P31435

DBD10 li-E48 TEE D
F.W. TO RPV (BRANCH)
HAND GRID

X 518
24

FW 25
754
22'S23.6-8'WN

WI NG 3
29.0 8

1.812 DBD- lO 1-2 K204 P31435
1.335 D.32

1.672 K0204-01

DBD1014-E2
RF P C EXIT
2 1-TEMP
ZB-OBS

90 ELBOW X-62
18

FW ll TB
678 T-128 26. 0
7'S22-4'WL

0 1. 375 DBD-101 "4 K155 P31432
8 1.049 D.39

1.289 K0155-01

DBD1015-E 1 90 ELBOW
RFP FE-1N0018 INLET
Z 1-TEMP
Z3-0BS

X-61
18

FW 10 TB 9
740 T-422 33.0 8
8'N20-2'WN

1. 375
1.049

DBD-101-5
D.38
1.269

K92

K0092-01

P3 1421

OBD1015-E2 90 ELBOW
RFP FE-1N001C INLET
Zl-TEMP
Z3-

X-65
18

FW 10 TB
740 T-422 38.0
5'N20-2'WN

9 1. 375 DBD-101-5 K93 F31422
8 1.049 0.39

1.250 K0093-01

DBD1051-E7A TEE A
LV-10641 OUTLET (MAIN)
HAND GRID

X-68A
16

FW 11 TB
746 T-422 65.0
7'S23-2'WN

15 1. 219 DBD"105-1 K153 P31430
8 .934 D.35

M30720 1.035 K0153-01



PAGE ~tUhtBEF

UttIT '- EROSION/CORROSION EXAMS -" RE~I::I:
(SORTED 8< PRIORITY)

REPORT DATE: 01/06/94
ttMttON( t.-I

VE ~ s I ~ P:AN

<Et't.i 0 10

SIZE

SYS'EM

ELEV

A PEA

ROOM

Btt1L1:

ERATE

ttt>tv WA' 'N(
1 ltSt it hll tt WALL I SI I SO

htA P Nb WA NO

ACL " LINE

COMMENTS

GRID EWRNUth ME*S Mt N ACTIV)'IY NO

DBD1051-E78 TEE A
LV-20641 OUTLET (BRANCH)

X-688 FW 11 TB 15
746 T-422 0.0 8
7'523-2'WN

. 438 DBD-105- 1 K153 P31430

.292 D.35
K0153-01

DLA102'I-E1A
SISt X-594A
2 1-TEMt:

TEE D X-596A FW 26 CONT 0
754 R-516 0.0 tA
312DEG AZ"23 RCL

1. 219
. 824

DLA 102-1
D.82

K94

K0094 0 i

P3 1423

DLA1021 "E18
SISt X-5948
23-HAND BRID

1EE D X-5968
12

FW 26 CON'I 0
754 R-516 28. 0 ht
312DEG AZ-23'RCL

688 Ui A- 10'-: r 94 P3 1423
.459 D.82

.623 K0094-01

DLA1021-E3A TEE 0
'O'FW TO RPV (MAIN)
HAND GRID

X-175A
20

FW 26 CONT 0
754 R-516 0. 0
270DEG AZ ISI 22RCL

1. 031
.68

'LA-102-1
0.82

K95 P31424

K0095-Ol

DLA1021-E38 TEE D'A'W TO RPV (BRANCH)
HAND GRID

X-1758
12

FW 26 CONT 0
754 R-516 22.0 M
270DEG AZ 8 22RCL

. 688

.459
DLA-102-1
D.82

.632

K95

K0095-01

P31424

DLA1021-E4A'A'W TO RPV
Z 1-TEMP

REDUCER X-176A
20

FW 26 CONT
754 R-516 0. 0
270DEG AZ e 22RCL

0 1. 031 DLA-102-1 K97 P31426
M .687 D.82

K0097-01

DLA1021-E48'A'W TO RPV
Zl-TEMP
Z3-TEMP

REDUCER X-1768
12

FW 26 CONT
754 R-5'16 29.0
270DEG AZ 8 22RCL

0
M

.688 DLA-102-1 K97 P31426

.459 D.82
. 621 K0097-01



PAGE NLIMBEI 3E

' L:.I0'.,'. '>RJSIOII EYlA'.- PE zOIIT
;.'>RTF'.l 8': PR 'OPI i')

REh."". ~ DATE ~ 01/06!9 4

Ctihlt'I"ILti I 0 ~ =', ~ I ~ A4'i ll I SLAt .- it\)t4 WA< L ' >ac

EL 5 ~ ROOtJI FRATE I Ne~t. MI N WALL SI

L I taE

COhltAE NTS

EVIRNUM MEAS MIN ACT: ':.' ~

!lL'LA

1021-ES'A'W TO RPV
HAND GRID

90 ELBOW X-177 FW 26 CONT 0
754 R-516 44. 0 ht
210DEG AZ 6 22RCL

.688 DLA-102-1 K96 P3 1425

.459 D.82
.587 K0096-01

DLA1041-E1A
SIS: X-596A
HANC GRID
09"

TEE D X-594A
~ 4

FW 26 CONT
754 R-516 0.0
56AZ-25RCL

0 1. 219 DLA-104-1 K98 P31427
hl .824 D.67

KO098- 0 1

DAA1041-E18
SIS: X-5968
HAND GRID
OBS

TEE 0 X-5948
12

Fw 26 CONT 0
754 R-516 28.0 M
56AZ-25RCL

. 688 DLA-104- 1 K98 P31427

.459 D.67
.625 K0098-01

DLA1041-E3A
RPV INLET 8
2 1-TEMP

~ 3 TEMP

TEE D X-1404
30

FW '6 CONT 0 \.031 OLA-104-1 K99 P3 1428
75? R-516 73. 0 M .687 D.67
90AZ-22RCL M30634 .781 K0099-Ol

DLA1041-E38
RPV INLET 8
22-TEMP
Z3-T EhlP

TEE D X 140B
12

FW 26 CONT 0
752 R-516 31. 0 M
90AZ-22RCL

.688 DLA-104-1 K99 P3 1428

.459
. 616 K0099 01

DLA1041 E4A
RPV INLET 8
HAND GRID

REDUCER X-141A
20

FW 26 CONT
754 R-516 35.0
90AZ-22RCL

0 1.031 OLA-104-1 K100 P31429
M .687 D.67

.912 K0100-01

DLA1041-E48
RPV INLET 8
HAND GRID

REDUCER X-1418
12

FW 26 CONT
754 R-516 34.0
90AZ-22RCL

0
M

. 688 DLA-104-1 K100 P31429

.459 D.67
.609 K0100-01



PAGE ~«itiiQER

Ut.:: -" Er. '=3 0'! COPE!I i."';
I SORTEV Bx fR! GK!

REPOP,l DP-TE. C. ':.
;"Uh'I {)!!Et' tp

Ii- ~ AIi t'h AN

.IEAt.R t i i i::. t<E P CI'Y~-.ii
ELE; P ttih" f t'i 4 i-

<'ih: vlhi., ~ p/P

hit tr WALL I S3 I SG

hlhh ti. ~, ivi. !Iji

GRID I'iRttUt4 MEAS hilN ACT I hii'I> tIO

COtANIEttTS

DLA1041-ES
R>V INLET 8
2 >-TEMP
23-HAND GRID

90 ELBOW X-142
12

FW 26 CONl
754 R-516 48.0 ti
150DEG AZ-23'RCL

. 688

. 459
DLA-104-1
D.67

.578

K156

K0156-01

F31433

GAD1011-E1
ViSE> DRAIN TO 4A

:-TEhtv
2?-TEhtv. Z3-OBS

TEE 8 X-12
10

MSEPD 9 TB C,

707 T ?l. i ..0 8
14'N16-5'E'.

. 500 GAD- 101-1 K39 F31402

.330 D.3
M30659 .39F. K0039-01

GAD1011-E2 <V
A MSEP DRAIN TO FWH
HAND GRID

X-167 MSEPD 9
707 T-2)5
4'515-8'EL

lB
35.0 8

. 280 GAD-101-1 K40 F31403

. 186 D.3
.247 K0040-01

GAD1012-El
SI 5: X-12. X-249
". ' T E hi&
22"TEMP. Z3-OBS

lEE 8 X-248
10

MSEPD 10 TB 6
708 T-?14 35.0 8
14'N19-5'EL

. 500 GAD-101-2 K41 F31404

.330 D.3
.441 K0041-01

GAD1013-E1
SI St X-12, X-248
Z 1-TEMP
Z2"TEMP, Z3-OBS

TEE 8 X-249
10

MSEPD 11 TB 6
707 T-212 44.0 8
14'N24-5'EL

.500

.330
GAD-101-3
D.3

.4?6

K42

K0042-01

P3 1405

GAD1021"Ei
DRAIN 5A TO 4A
21-TEMP
Z2-TEMP. Z3-0BS

TEE 8 X-23
12

FW 10 TB 0
703 T-215 3. 0 8
12'516-5'EL

.375 GAD-102- 1 K44 F31441

.250 D.9
1. 990 K0044-01

GBD1011-E2A
SIS: GBD1013-E28
2 1-TEMP

REDUCER X-788 MSEP 7
701 211
12'N23-15'EHB

TB 0
0.0 C

. 322 GBD101-1

. 214 GBD101-1
K205 F31436

K0205-01



PAGE NUMBP!»P 5

5> OS'ON/CORROSION E."'"
(SORTED BY PRIORI! ~" l

REPOR'! DATE: 01/06/9

REF

::OMPONEN» ID

DETAIL PLAI'

CC " LI'NE

COMMENTS

GBD101 1-E28
SI 5: GBD1013-E2A
Z- 1 TEMP
23-0BS

REDUCFft

RE!"

LL'"786

10"

SYSTEM AREA L rr. i ~= w'.','' i(.

ROOf/ ER<! E !NSU-ELE".

GRJD

MSEP 7 TB 0
701 T-211 19.0 C
12'N23-15'EHB

Ll:! W .f:
t»';, ?UM >'1IV!1Y NO

. 500 GBD!:1! ~ ~ 1 K205 P31436

. 330 GBD1:i 1 ~ ~ 1

.46'9 K0205-01

GBD1013" E2A
SI S: GBD101 1-E2A
2- 1 TEMP
23-0BS

REDUCER X-790
10"

MSEP 3 TB 0
701 T-210 0. 0 C
1 1 '23-13 'WHB

. 500 GBD 1 31- ~ 3

.330 GRtil "i~ ~ 3
K206 P31437

K0206-01

GBD1D13-E2B REDUCEfi
SIS: GBD1011-E28
Z-1 TEMP

X 790 MSEP 3 0
701 T-210 0. 0 C
1 1 '23-13 'WHB

322
214

GBbi .)1- ~

'BD!.ll: 1 -E28
K2US P31437

K0206-01

GBD1021-E2
EXTRACTION 5A DRAIN
2 1 TEMP
:.'"TEMP

90 ELBOW X-155 EXTST 5 TB 5
708 T-217 47.0 B
6515-4WK

. 237 GBD- 10: ? -1 K45 P3\406

. 158 0.75
.."r 3 K0045-01

GBD1022-El
EXTRACTION SB DRAIN
Z 1 TEMP
Z3-0BS

90 ELBOW X-191 EXTST 7 TB 0
701 T 21'1 67 0 8
O'N21-6'EHE

.237 GBD- 101 ? -2 K49 P31409

. 158 D.7>
M30618 . 18 4 K0049-01

GBD1022-E2 90 ELBOW
EXTRACTION SB DRN
Zl TEMP
23-TEMP

X-154 EXTST 6 TB
708 T-211 81.0
1 2N19-4WK

6 . 237 GBD- 10? ? - K46 P31407
8 . 158 D. 74

M30657 . 17: 3 K0046-01

GBD1023-E2
EXTR 5C DRAIN (20C)
Zl-TEMP
Z3-TEMP

90 ELBOW X-25 EXTST 7 TB 5
707 T-211 38.0 8
1'N23-4WK

.237 GBD- 101 ? -3 K48 P31408

.158 D. 'l l
.20'7 K0048-01



UN) 1 ) . <')<()~) Oa)/C,.i<P("S) 0)'- p'.«< E~'0)< «

( SORTED BY PRIOR) ) '«

'EPORTDATE: 01!06/9«i
i<<«)t«F«(') I i)

DE .A« l PLAt<

DESCRIP 'Iv)< REPLC[) ), i) «)") ~ =)4

"LC' «) ~U«r t«!IN WALL ISI «SD

A)«E <, J<)) ).<):«AF) t;:)t) WA .'...: 6) t«) " I,'.

a It)E

COMMENTS

GBD1031-E)A REDUCER
SIS) GBD1032-E2A ~ GBD1033-E1A
Zl-TEMP
23-0BS

X-791

(iR}L

FWHD 6 TB 0
701 T-2) 1 31.0 C
12'519-0'OJA

iWRHUV

.322

. 215

),)EAS t.)'<

GBD103-1
GBD103-1

. 289

AC: .'I T V t.".".

K207 P3 1438

K0207-01

GBD)031-E18 REDUCER
SI 5) GBD1032-E18, GBD)033-E)B

1- TEM.

X-791 FWHD 6 TB 0
701 T-" ) 0.0
12'19-0'Cl.<:

.280 GBD103-1

. 186 GBD103-1
K207 P31438

K0207-01

GBD)032-E1A REDUCER
SI 5) GBD1031-E1A, GBD1033-E1A
Z 1-TEMP
Z3-0BS

X-793 FWHD
701 T-2) 1

12'52'I- l 'J
"<E«0
63.0 C

.322

.215
M3071 1

GBD103-2
GBD103-2

.254

K208

K0208-01

P3 1439

GBD)032-E18 REDUCER
5) 5: GBD)031-E)B. GBD1033-E)8
7)- TEMP

X-793 FWHD 7 TB 0
701 T-2)l O.C C12'S2)-)'EJ

280 GBD)032 2 K208 P3)43<J
. 186 GBD)03-2

K0208-01

GB01033-E1A REDUCER
SIS) GBD1032-E1A, GBD1031-E1A
2 1- TEMP
23- OBS

X-795 FWHD 7 TB 0
701 T-21) 29.0 C
11'S23-15'EHB

.322 GBD103-2

. 215 GBD103-2
. 291

K209 P3 1440

K0209-01

GBD)033-E)B REDUCER
SI S) GBD1031-E18, GBD1032-E18
Z 1-TEMP

X-795 FWHD 7 TB
701 T-211 0.0
11'523-15'EHB

0
C

.280

. 186
GBD103-3
GBD103-3

K209 P31440

K0209-01

GBD)042-E2
FWH 58 VENT
Zl-TEMP
Z3-TEMP

90 ELBOW X-31 FW 10 TB 5
708 T-214 21. 0 8
8 '19-15 'K

.300 GBD-104-2 K50 P31410

. 200 D. 17
.279 K0050-01



PAGE Nlt;".t'lttw
' - EROSION/CORROSI0!t EXnti ~

(SORTED BY PRIORI» ii

REPORT DATE: 01/06/94

PEFLCD I 1 ~

SIZE

cySTFM

ELE'V

GRID

ARE» l~ttI': ~ ~: ". ~

ROOt>

'.,1 'iiAt.

~,g tAL ~ =

'tt ~ . WA tt(t

ti. I VItY NU

COlgtZENT 5

GBD1081-E1 ORIFICE
REJECT TO CST FE-1051411
Z1-TEMP

X-136 COND 9
665 T-Si
5'S16-0'6KB

TB
21.0

C ~

15
'BD-108-1

~, c,
K51

K0051-01

F3141 '1

GBD1081-E4A REDUCER
REJECT iO CST. BOTH ilDE5 Oc VALVt=

1 "ODS
Z TEMv

X-220A
12

COND 10
658 T-Sr
10'N17-4'WK

TB 0
36, ti

.500
33 1

GBD- 108- 1 K52

K0052-01

P31412

GBD1081-E4B REDJCER
REJECT TO CST, BOTH SIDE OF VALVE
Z1-08S

X-2208 COND 10
658 T-52
10 '17-4 'WK

18
0.0

V 1'

..15
tiv 1- lUB-1

0 ~

K52

K0052-01

P3 tat;

GBD1091-E3
SHORT PATH
HAND GRID

REDUCEP X-137 COND 7 TB 0
678 T-113 49. 0
4524-15WK

cpr
333

1)V 1(,'1 K53

K0053-01

P31413

GBD1 131-E2 45 ELBOW
LONG PATH AFTER FO- 105708
21-085

1 EMP

X-37
16

FW 7 TB 15
718 T-211 43. 0 8
6'N24-9'WJC

.656

.437
GBD- 1 13-1
D.23

.561

K54

K0054-01

P31414

GBD1181-Et
F.W. 2A TO 3A
21-TEMP
Z3-08S

45 ELBOW X-48
20

FW 1 TB '7

709 T-211 20.0 8
9 'N16-1 'WGB

. 812

. 541
GBD 't 18-1
D. 31

.758

KSS

KOOSS-01

P31415

GBD1 181-E2
F.W. ¹2A TO 3A
Z1-TEMP
Z3-TEMP

90 ELBOW X-147
20

FW 9 TB 6
709 T-217 8. 0 8
10'S14-6'EKB

.812 GBD-118-1 K56 P31416

.541 D.31
. 791 K0056-01



PAGE NVMBE('

UN! 'ROSIOtt/CORRO
(SORTED BY

SION 5KAt!'- REPORT 2
PRIOR Il

Yc'EPORT

DATE: 01/06/94
LOt1tiONE(47 I (:

DfIA I P- Ati

/: L!ttf.

COMMENTS

GBD1182-El
F.W. ¹28 TO 38
Z 1-HAND GRID
23-0BS

(>ESCL; P:! .!t:

90 ELBOW X-150
20

ELEV ROOM ERATE I NSUL MI t> WALL I S! i
5('R!O

EWRNUtA MEAS t't! It

FW 3 TB 8
712 T-21! 62. 0 8
6 '"N2!-1 ' "WGB

. 812

.541
M30664

GBD- 118-2
0.7C

.643

SYST('M AREA BUILD SC/FF NOM WALv L!Nf

AC;!VI's i'iU

K63

K0063-01

P3!463

M+'. !K. ';,~ "4

GBD1183-El
F.W. ¹2C TO 3C
21-0BS
Z3-HAND GRID

90 ELBOW X-151
?0

FW 3 TB 8
712 T-211 9.0 8
6'N21-2'WGB

. 812 GBD-118-3 K57 P3 \417

.541 D. 71
.787 K0057-01

G801193 El
F.W. ¹3C TO 4C
Z 1-TEMP
23-0BS

90 ELBOW X-148
20

FW 11 TB 7
710 T 212 0 0 8
1'EKC-14'N23

.812 GBD-11&-3 K58 PB'I41L

. 541 D. 65
K0058-01

GBD1203-E 1

F.W. ¹4C TO 5C
Zl-HAND GRID
23-HAND GRID

90 ELBOW X-149
2(l

FW 11 TB 8
711 T-21? 7.0 8
2'EKC-O'N23

.812 GBD-120-3 K59 P3 )419

. 541 D. 69
.793 K0059-01

GBD1212-E3
RFP 8 INLET
Zl-TEMP
Z2"TEMP, Z3-TEMP

TEE D X-59
20

FW 11 TB 8
689 T-122 18.0 8
0 8 21-10'WM

.812

. 541
GBD-121-2
D.30

.764

K60

K0060-01

P3 1420

GBD1215-E2
R.W. 5C EXIT
Zl-TEMP
Z3-0BS

90 ELBOW X-64
20

FW ll TB 8
710 T-213 48.0 8
4'N22-O'ALA

.812

. 541
GBD-121-5
D.30

. 681

K62

K0062-01

PB!442

GBD1252-E1A

HAND GRID

TEE F X-482A MCPR 10 TB
734 T-422 8.0
0'817-24'EK

0 0. 237 GBD-125-2 K147 P31464
C .158

. 231 K0147-01



PAGE NUMBER 9

UN' - - ER 5! Of':CORROSI O.l r at~;.
(SORTLD BY PRIOR:;:;

REPORT D Ic. Ol/0c,

REPORT

I OMrUf Er,

DEl 4 I ca Atl

;z'I ~1<" ) Ofi REI.CC: Ir
SI.=

,l ~

GRID,

I ll s I Ca F NUIP WALL

PROM Ff:-15 It SUL hll fi WALL

EWRtIUfA

LINF

I Si ISO

tALAS MIN

t4AP N4 Wa

ACTIVI'IY NC

COMMENTS

GBD'1252-EIB

HAND GRID

TEE F X-4828 MCPR 10 'TB 0 c ,250
734 T-4 ' 40.0 C

' 166
0'917-24 'K

GBD-125-2

.216

K147 P31464

K0147-01

GFD1011-E1
EXTRACTION a'5 A
NO TEMP
HAND GRID

PIPE X-143
14

EXTST 6 TB 22
72/ T-21, 29.CI 8
6NIB-2EHB

.375, GFD-101-1 K145 P31462

.250 D.2
.339 K0145-O'I

GFD1012-E6 45 ELBOW
EXTR TO FWH 58, C
21-HAND GRID
Z3-TEMP

X-4
18

EXTST 6 18 10
714 T-21 1 19. 0 8
1 '18-10'WK

. 375 GFD-101-2 K210 P31465

.250 D.2
.351 K0210-01

GFD1031-E1A TEE A
XAROUND STEAM DRAINS
Z1-TEMP
Z3-HAND GRID

X-125A MSEP 2 TB 16
696 T-113 25. 0 8
3'518-4'WHB

. 280 GFD-103-1 K146 P31463

. 187 D. 21
.257 K0146-01

GFD1031-E18 TEE A
XAROUND STEAM DRAINS
21-TEMP

X-1258 MSEP 2 TB 16
696 T-113 0.0 8
3'S18-4'WHB

. 237 GFD-103-1 K146 P31463

. 158 D.21
K0146-01

HAD1063-EI ELBOW
BPV LP STEAM LEAKOFF 2SLBPV
21-TEMP
23-TEMP

X"96 TS 2 TB 15
675 T-36 15. 0 8
10 ' 19-3 'WGE

. 216

. 143
HAD- 106-3
0.47

.205

K91

K0091 01

P3146'I

HBD1075-E1

HAND GRID

90 ELBOW X-829
24

EXTST 7 TB 16
720 IPCON 121.0
6'519-6'EHB

.375

.250
M30675

HBD-107-5

.224

K224

K0224-01

P32363



PAGE NcJMBc:R 1st

'UN' I "" EROSI ON/CORROSION E<>VF -- RFI'nr 1

(SORTED BY PRIORIT!:

RE<'ORT DATE: 01/06/94
COVPUNENT ID tcsr'LC 0 SYSTEh! ARE r. 8U I Lit t'!A NL WA ten

DETAIL PCAt<

ACL 2 LINE

r cl ELEY

GR I 1.

ROOM ERATE :tcSUL M,N
WA'WRttUt>

Is! I Sn

M -'5 t'.: t ~ ACT) VI1 Y ttn
COMMENTS

HBD1077-El

HAND GRID
OBS

PIPE X-833
24

EXTST 7 TB 20
722 IPCON 82.0
6'N19-6'EHB

.375 eBD- 107-7 K225 P32364

.250
M30663 .272 K0225-01

HBD1091-El
EXTRACTION g3A
2!-TEMP
23-TEMP

90 ELBOW X-146
26

EXTST 9 TB 10
699 T-2 l 5 22. 0 8
9'N16-O'KC

.375

.2SD
HBD 109 1

D.c
347

K212

K0212-01

P31291

HBD1091-E12A

Z'1-TEMP
23-TEMP

1EE X-705
26

EXT ST 6 TB 10
712 HPCON 150. 0
2519-OOHB

0. 375 HBD109- 1

0.250 HBD109-1
M30684 . 188

K7

K0007-01

P31257

HBD1091-E128

Z 1 -TEMP

TEE A X-705
18

EXTST 6 TB
712 HPCON 92.0
2S19-OSHB

10 0. 375 HBD109-!
8 0.2SO HBn!OP-!

M30684 .260

K7

K0007-0!

P31 257

HBD1091-E13

21-TEMP
23-TEMP

45 ELBOW X-701
18

EXTST 6 TB
712 HPCON 130 '
2'N19-3'EHB

10 0. 375 HBD109-1
0.250 HBD109- 1

M30679 .212

KB

K0008-01

P31 258

HBD1091-E14

Zl-TEMP
23-TEMP

45 ELBOW X-704
18

EXTST 6 TB 10
712 HPCON 159. 0
2'S19-3'EHB

0. 375 HBD109- 1

0. 250 HBD109-1
M30683 . 176

K9

K0009-01

P31259

HBD1091-E4
EXTR TO FWH 3A
2 1-TEMP
23-TEMP

ELBOW X-13
26

EXTST 6 TB
676 T-21 \ 116
10'N20-10'WJC

ll .375 HBD-'109-1 K2
8 .250 D.4

M30619 . 210 K0002-Ol

P31 253



PAGE NUMBER 11

UNIT ) -- «f'.OS)UN/CORt'US)Oft FXAM: ftE ORT 2
:SOPTED BY PRiORITY)

REt:OR'I 0'TE; nl/06/ft4
Ot t«»lriFtt - I D

L=T(iL f LAN

DESCR I «7 I ON REPL! f> JL» SY:.TEf Af(EA NU:

800th Ef'
t'» i!.." Nfl'»- ». I: 'v:

)~.» ~ ~ Miff Wht i

GR)U Cwf»ttltv. MEA. M) t L) i/.a» tCt

COMMENTS

HBD1091-E5

21-TEMP
23-TEMP

90 ELBOW X-706
26

EXTST 6 TB 20 0.375 HBD109"1
712 HPCON 17?.0 0.250 HBD109-1
9S)9-O'SHB M30678 . 168

K3

K0003-01

P31254

HBD1091-E6

>-TEV

PIPE X-700 EXTST 6 TB 20
722 HPCON 143.0
2'N19-3 'EHB

0.375 HBD109-1
0. 250 HBD 109- 1

M30685 . 156

K4

KOOO -Ot

P31 255

HBD 1092- E2
EXTRACTION 038
EXISTING GRID

90 ELBOW X-145
26

EXTST 7 '1 8 10
712 T-211 146.0 8
7 '21-9 'WJ C

.375

.250
M30623

HBU-109- 2
D.4

. 177

K12

K0012-01

P31 260

HBD)093-E)l

1-TEMP

PIPE X-720
18

EXTST 3 TB 20
722 LPCON l>7.0
9N23-lEHB

0.375 HBD109-3
0.250 HBD109-3
M30705 .154

K35 P31 268

K0035-01

HBD1093-E12

Zl-TEMP

PIPE X-723
18

EXTST 3 TB '0
722 LPCON 151.0
5N23-1EHB

0.375 HBD109-3
0.250 HBD109-3
M30706 . 186

K36

K0036-01

P31269

HBD1093-E13

Z 1-TEMP
23-TEMP

45 ELBOW X-721
18

EXTST 3 TB 10
712 LPCON 130. 0
9N23-1EHB

0.375 HBD109-3
0.250 HBD109-3
M30700 .213

K37 P3127ft

K0037-01

HBD1093-E14

21-TEMP
Z3-TEMP

45 ELBOW X-724
18

EXTST 3 TB 10
712 LPCON 107.0
SN23-1EHB

0.375
0.250
M30699

HBD109-3
HBD109-3

. 241

K38

K0038-01

P3127 'I



PAGE NUI!OER5 E 2

UNIT ~
- FROSION/CORROSION EXAr/3 i" iriii ',

(SORTED BY PRIORITY1

REPLCD ID

REPORT DATE: 01/06/Bc

SYSTEM A!IF' vM tiri tJIAP NO. WA NU

ACE L.'E
S1ZE ELEV

GRID

ROOhl : t'I .Lh trtl tt WA

E WRttt)M

33r 3 ~l

trIEr ' ACTI V' Y NO

COh'IhlEttT 5

HBD1093-E2
EXTRACTION 438
21-TEMP
Z3-TEMP

90 ELBOW X-144
26

EXTST 7 TB 8
712 T-211 106. 0 8
12'N24-9'EHE

.375

.250
M30617

HBD-10! 3-3
D.4

.242

K26 P31263

K0026-01

HBD1093-E4A

~ t - TEMC

TEE A X-725
26

EXTST 3 TB 10 0.375 HBD109. -3
712 LPCON 108.0 0 250 HBD109..3
SN23-1WHB t43.i70 3 . 24il

K28

K0028-01

P31 264

HBD1093-E48

22-TEMP

TE= A X-725
18

EXTST 3 IEt 10 0.375 HBD10& 3
712 LPCON 166. 0 0. 250 HBD109..3
5'N23-1 'WHB M30701 . 168

K28

K0028-01

P31264

HBO1093-EB

EXISTING GRID

90 ELBOW X-728
26

EXTST 7 TB 10
712 T-211 158.0 8
4521-11WK

0. 375 HBD109 -3
0. 250 HBD109 -3
M30622 . 177

K32

K0032-01

P31 266

HBD1093-EB

Zl-TEMP
23-085

90 ELBOW X-729
26

EXTST 7 TB
712 T-211 21. 0
9N24-llWK

10 0. 375 HBD109. -3
8 0. 250 HBD109. -3

.349

K33

K0033-0'I

P31267

HBD1203-El
FWH 3C VENT
Zl-TEMP
23-TEMP

90 ELBOW X-157 FW 11 TB 0
704 T-212 21. 0 8
SN23-13EK

. 216 HBD-12( )-3 K90 P31280

. 144 D. 19
. 201 K0090-01

HBD1203-E2
FWH 3C VENT
Z 1 -TEMP
Z3-TEMP

90 ELBOW X-33 FWHV 11 TB 6
708 T-212 19.0 8
5'N22-7'EKB

.237

. 158
HBD-32( )-3
D. 19

.222

KBB P31 278

K0088-01



PAGE NUIRBE> 13

UN. > . EROSION/CORROSION EXAM'EPORT 2
( SORTED BY PR IOR I Tr Y)

REPORT DATE: 01/06/94
COMtrOtiEI.= ID

0 TAIc I'N
A': 'INE
COMMENTS

HBD1542-E3 90 ELBOW
HP TURB INNER GLAND LKOFF
Z I -TEMP
23-TEMP

t.r ." ~ ~

X-166

SIZ=

SYSTEM

ELEV

GRID

AREA

ROOhr,

TS 6
726 T-211
4'5"NIB-O'HB

hill LCr 5( 4 F NOtd V(V LI g. '. '.i hl tr rhr ~ wa:uU

ERATE ItuSUL Mt tu WALL tS: ISC

EWRtuUM htLt 5 M! Iu ACl tl/IlY NC

TB
49.0

22
8

237 HBD 154 2 K89 P31279
. 157 D. 79

. 198 K0089-01

HBD1681-E3

2 > TEMP
2

45 ELBOW X-816 SSE 2 TB 15
695 T-211 43.0 M
6'517-3'WHB

.237

. 157
HBD I 68-1
HBDI68 I

tt

K211

K021 '-0
P31290

HFD1011-El
SIS: X-253, X-254
21-TEMP
Z3-TEMP

90 ELBOW X-252
16

EXTST 9 TB 10
712 T-215 0. 0 8
9'N16-SEL

.375 HFD-101-1 K10'I P31281

.250 D.5
K0101-01

HFD1011-E10 45 ELBOW
SIS: HFD1012-E10, HFD1013-EI0
Z 1-TEMP
23-TEMP

X-744
10

EXTST 6 TB 12
718 HPCON 26.0
2'N19-3'WHB

. 365 HFD101-1

. 243 HFD101-1
.333

K109 P31285

K0 109-01

HFD101 'I-EI IA TEE A
SIS: HFD1012-E11A. HFD1013-E11A
Zl-HAND GRID
23-TEMP

X-745A
16

EXTST 6 TB 10
715 HPCON 140.0
2'N19-1 'WHB

. 365 HFD101-1

. 243 HF0101- I
M30676 .200

K110

K0110-01

P3 1793

HFD1011-E118 TEE A
SIS: HFD1012-E118, HFD1013-E118

X-7458
16

EXTST 6 TB 10
715 HPCON 0.0
2 '19- I 'WHB

. 375 HFD101-1

. 250 HFD101- I
K110

KO I 10-01

P3 1793

HFD101 'I-E12 90 ELBOW
SI 5: HFD1012-E12, HFD1013-E3
Zl -TEMP
23-TEMP

X-746
16

EXTST 6 TB 10
715 HPCON 128.0
7'N19-I 'WHB

.375

.250
M30677

HFD101- I
HFD101- I

. 215

Kl I 1

K011 1-01

P31794



PAGE NUMBER 14

UN ' ROSI ON. COPP 'SION ' Al 'E+OR
(SORTEU Bb PRIORIT>f

REPOF."1 DATE: 0 I /(f6!9<
DESCR I P'1 I Ofl\. ()'Rlf'Off=8 i I (I

UE ~ A I L f'LAN

A(. 2 «I Ni

COhlMENT S

HF D1 0 1 1-E7 PIPE
SI5 HFD1012-E7. HFD1013-E7
2 1-TEMP

REPLCD 'i;

X-740

SI ZE

10

EL E('OOl'RATE lNSUL MIN WALL I SI ISO

.Rr rJ EWRNUhl MEAS h'lIN

EXTST 6 TB 15
720 HPCON 0.0
2'S19"3'WHB

. 365 HFD101-1

. 243 HFD101-1

~ ~." ~ (l'Rl4 8(- ~ L(! SLAf-f NOM WALL LINE MAP NO. WA

K106

K0106-01

F31 282

ACTIVI7'I NO

HFD101 1-EB 45 ELBOW
SI5: HFD1012-EB, HFD1012-EB
2 1-Tihf>
'79 I

hfdf

X-74 'I

10
EXTST 6 TB
718 HPCON 33. 0
2 'S19-3'WHB

12 . 365 HFD101-1
. 243 HFD101-1

.325

K107 P31283

K0107-01

HFD1011-E9A TEE A
SIS: HFD1012-E9A, HFD1013-E9A
Z'1-HAND GRID OBS
Z3 TcMP

X-742A
16

EXTST 6 TB
715 HPCON 83.0
2'S19-1'WHB

10 . 375 HF 0101-1
.243 HFD101" 1

M30687 . 271

K108 P31284

K0108-01

HFD1011-E98 TEE A
SI 5: HFD1012-E9B, HFD1013-E98

X-7428
10

EXTST 6 TB 10
715 HPCON 0.0
2'519-1'WHB

. 365 HFD101-1

. 243 HFD101-1
M30687

K108

K0108-01

P31284

HFD1012-El
SIS: X-252. X-254
Z1-TEMP
23-TEMP

90 ELBOW X-253
16

EXTST 10 TB 10
712 T-214 3. 0 8
9'N19-5'EL

.375

.250
HFD-101-2
D.S

.371

K1 15

K01 15-01

P31286

HFD1012-E10 45 ELBOW
SIS: HFD1011-E10, HFD1013-E10
21-TEMP
Z3-TEMP

X-754
'IO

EXTST 3 TB 12
718 IPCON 48. 0
2 '2 1-3 'WH8

. 365 HFD101-2 K124 P31287

. 243 HFD101-2
.307 K0124-01

HFD1012-E1 1A TEE A
SIS: HFD1011-E11A. HFD1011-E11A
Z1-TEMP
Z3-TEMP

X-755A
16

EXTST 3 TB 10
715 IPCON 140. 0
2'21-0'8HB

.375

.250
M30662

HFD101-2
HFD101-2

.200

K125

K0125-01

P31288



PAGE NtlhtBER 15

Ul4 7 1 EROSION/CORROSION "X ':. ii'GR1
(SORTED BY PRIOft:TY:

REPORT DATE: 01/06:<t=

OcSLRi ~ ~ i 10tCOMt Olv'EhT 1 1

DrTAI '. f'LAN

ACC 2 LINE

COMMENTS

HFD1012-E1 'I 8 TEE A
SI 5: HFD101 1-E1 1 8. HFD1013-5 1 18
22-TEMP

RI t>~CL

X-7558

SIZ .

10

SYSl fM

ELE

ARI' i )'OAF'v. WA NU

,GRID c;WRttUt'i5 A5 titI N ACTIVITY

NC'XTST

3 TB 10
715 IPCON 11. 0
2'N21-0'tttHB

. 365 HFD101-2 K125 P31288

. 243 HFD101-2
.352 K0125-01

ROOth FRAT:-. Il'S JL hlltC WAt t IS! ISO

HFD1012-E'1 2 90 ELBOW
SI 5: HFD101 1-E12, HFD1013-E3
Z 1- TEIAr
Z3- T E h'I P

X-756
16

EXTST 3 TB 10
715 IPCON 196. 0
7'N21-OQHB

. 375 - HFD101-2

. 250 'FD101-2
M30660 . 130

K126

K0126-01

P3 1289

HFD1012-E3 Si PI VE X-753
EXTR TO FWH48-TWO FT DWNSTRM FROM ELBOW
21-TEMP

10
EXTST 3 TB 15
722 IPCON 20. 0
2'N21-3'WHB

.365

.243
HFD101-2
HFD101-2

.340

K117 P31292

,K0117-01

HFD1012-E7 PIPE
SI S t HFD101 1-E7 ~ HF 01013 E7
21-TEMP

X-?50
10

EXTST 3 TB 15
722 IPCON 30.0
2'S21-3'WHB

.365

.243
HFD101-2
HFD101-2

.328

K121

K0121-01

P3 1293

HFD1012-EB 45 ELBOW
SISt HFD1D11-EB, HFD1013-EB
Z1-TEMP
Z3-TEMP

X-751
10

EXTST 3 TB 12
718 IPCON 49. 0
2'521-3'WHB

. 365 HFD101-2 K122 P31294

. 243 HFD'101-2
.305 K0122-01

HFD1012-E9A TEE A
SIS: HFD101 't-E9A, HFD1013-E9A
21-TEMP
Z3-TEMP

X-752A
16

EXTST 3 TB 10
715 IPCON 1 14. 0
2'S21-0'QHB

.375

.250
M30661

HFD101-2
HFD101-2

.232

K123

K0123-01

P31295

HFD1012-E98 TEE A
SIS: HFD1011-E98, HFD1013-E98
Z2-TEMP

X-7528
10

EXTST 3 TB 10
715 IPCON 17. 02'21-0 'QHB

. 365 HFD101-2

. 243 HFD101-2
.344

K123

K0123-01

P31295



PAGE NUMBER 16

U!t) ' 'RO ON/CORROSI Olt EXAM FE OR ~

(SORTED BY PRIORITY)

itESCRI P1 i)tvCOMPONENT ID

DETAIL PLAN

AC 2 LINE

COMMENTS

HFD1013-E10 45 ELBOW
SIS: HFD1011-E10, HFD1012-E10
21-TEMP
Z3-TEMP

l ~ P) 1
ll~

X-764

SIZE

10

PEPORT DATE: 01/06/94

SY!~l
Ft.'L

L"«

GRI it

EXTST 3 TB 12
718 LPCON 12. 0
2'N23-3'WHB

.365

.243

Abaci 4 BUILD &GAFF ttOM
WAL'OOl.t

ERATE INSUL Ml N WAI.L

EWRNUh1

1 \ I

MEAS hti N

HFD101-3
HFD101-3

.350

ACTIY11 Y t;".

K140 P31298

K0140-01

HFD 1013-E1 1A TEE, A
SIS t HFD1011-E11A. HFD1012-E11A
Z1-HAND GRID OBS
23-TEMP

X-765A
16

EXTST 3 TB 10
715 LPCON 140. 0
2'N23-O'QHB

. 375 HFD101-3

. 250 HFD101-3
M30686 .200

K141

K0141-01

P3 1808

HFD1013-E118 TEE A
SISt HFD1011-E118, HFD1012-E118

X-7658
10

EXTST 3 TB
715 LPCON 0. 0
2'N23-O'QHB

10 365 HFD101-3
. 243 HFD101-3

K'141 P3 1808

K0141-01

HFD1013-E12 PIPE
SI5: HFD1011-E12, HFD1013-E3
Z'1-TEMP

X-763
10

EXTST 3 TB 15
722 LPCON 23.0
2'N23-3'WHB

.365

.243
HFD101-3
HFD101-3

. 337

K142 P31299

K0142-01

HFD1013-E3
EXTR TO FWH 4C
Zl-TEMP
23-TEMP

90 ELBOW X-766
16

EXTST 7 TB 12 .375 HFD-101-3 K133 P31803
715 LPCON 137. 0 .250 D.5
8'N23-OQHB M30704 .204 K0133-01

HFD1013-E7 PIPE
SI 5: HFD1011-E7, HFD1012-E7
21-TEMP

X-760
10

EXTST 3 TB 15
722 LPCON 34.0
2'S23-3'WHB

. 365 HF D101-3

. 243 HFD101-3
.324

K137

K0137-01

P3 1296

HFD1013-EB 45 ELBOW
SISt HFD1011-EB, HFD1012-EB
Z 1 -TEMP
Z3-TEMP

X-761
10

EXTST 3 TB 12
718 LPCON 19. 0
2'S23-3'WHB

. 365 HFD101-3

. 243 HFD101-3
.342

K138 F31297

K0138-01



Ut:I~ 1 -- EROSION/CORffUS Q)i 6 lM:.. " ~ 'fOR"t
(SORTED 6Y PRIORI-~i

..)t:.-"l)Nf:. ID

f'LAN

A.".C L.'fE

DE SCRIPT I Ot~ REPLCD Jf) Lf t)E

SI ZE ELE"

GRID

ROOf: ERATE 1 f4SUL hlf ti W«L I Sf ISO

EWRt<UM MCAS Milt

REPOR DA'fE)
01/Ug/9'f'ch

BU] Lf: 5( A F I)UM WAL tSYSl't M t40. WA N))

ACTIVITY NU

COhfhlENTS

HFD1013-E9A TEE A
SI 5 t HFD1011-E9A, HFD1012-E9A
Z 1-HAND GRID
Z3-TEMP

X-762A EXTS1 3 TB 10
715 LPCON 130. 0
2'S23-O'QHB

.375

.250
M30702

HFD101-3
HFD101-3

.212

K139

K0139-01

P3 1807

HFD1013" E98 TEE A
S] S) HFD1011-E98, HFD1012-E98

X-7628
'10

EXTST 3 TB 10
715 LPCON 0. 0
2'S23-O'QHB

.365

.243
HFD101-3
HFD101-3

K 139 P3 1807

K0139-01

SPEBD1111-E1A REDUCER
RFPT C HP ABOVE SEAT DRAINS
HAND GRID

X-131A
1.5

RFPT 7 18 10
669 T-40 0.0 8
7'N23-3'WHE

.400

.267
SP-EBD-111-1 K176 P31311
D.60

K0176-01

SPEBD1111-E18 REDUCER
RFPT C HP ABOVE SEAT DRAINS
HAND GRID

X-1318 RFPT 7 TB 10
669 T-40 9.0 8
7'N23-3'WHE

.358

.239
SP-EBD-111-1 K176 P31311
D. 60

. 347 K0176-01

SPEBD1 1 14-E 1 90 ELBOW
RFPT BELOW SEAT DRN
HAND GRID

X-109 RFPT 7 TB 10
669 T-31 14. 0 8
9N23-10WK

.358 SP-EBD-111-4 K177 P31312

.239 D.51
.341 K0177-01

SPEBDll)4-E2 ORIFICE
RFPT BELOW SEAT DR FO-12712C
Zl-TEMP

X-108 RFPT 7 TB 10
669 " T-31 0. 0 8
10'N23-9'WK

. 358 SP-EBD-111-4 K178 P31313

.239 D.51
K0178-01

SPEBD1134-E2 90 ELBOW
MAIN STEAM TO SSE DRAIN
EXISTING GRID

X-129 TS 2 TB 4
682 T-1 13 27. 0 8
1 'N18-4 'WHB

. 358 SP-EBD-113-4 K186 P31434

.238 0.59
.326 K0186-01



PAGE NUMBER 18

UNll '- EROSION/CORROSION EXPL" -- REPORT
(SORTED BY PRIORIT)p

C(tt4nONE ~ ' REPLC!i 11.

REPORT DATE: 01/06/94

SYSTFM AREA BUILD It( t 8 YiA1 t M'. '(0. WA tt(:
DET 4 I L >LA(1

4( i 2 LINE

SI:E ELEV

GRID

ROOM ERATE I ttSU( t(I 'AI.L
EW! 1tt JM

4

MEA:. Ml t: A:..1:- V 1 1 v tt(t
COMMENTS

SPEBD1141-El 90 ELBOW
HPCI STEAM LINE DRAIN
EXISTING GRID

X-134 HPCI 25 W]NG 4
723 R-41 1 14. 0 8
8523.5-9WP

.: 358

.:?38
SP-EBD-114-1 K214 P31329
D. 63

. 341 K0214-01

SPEBD1143-El 90 ELBOW
RCIC STEAM LINE DRAIN
EXISTING GRID

X-133 RCI C 25 WING 4
723 R-411 34.0 8
8523.5-10WP

.: 358

.: 238
SP-EBD-114-3 K215 P31330
D.62

. 317 K0215-01

SPEBD1 148-E1A
MSIV DRAIN
HAND GRID

TEE F X-190A MS 25 WING 10
724 R-411 7. 0 8
3'524-9'EM

SP-E80-114-8 K216 P3 \331
0.52

.427 K0216-01

SPEBD1148-E18
MSIV DRAIN
HAND GRID

TEE F X-1908 MS 25 WING 10
724 R 411 0.0 8
3'S24-9'EMEM

: 358
: 238

SP-EBD-114-8 K216 P31331
D.52

K0216-01

SPGAD1382-E2 ORIFICE
BYPASS STEAM LINE DRN FO-10108
21-TEMP

X-92 BPS 2 TB 9
689 T-113 31. 0 8
15'N19-13'EG

~:?50
. '167

SP-GAD-138-2 K157 P31305
D.45

.224 K0157-01

SPGBD1042-El
FWH SA VENT
HAND GRID

90 BEND X-181 FW 9 TB 0
704 T-215 77. 0 8
4'N15-12'WM

.; 344

.: 229
M3()656

SPGBD-104-2 K158 P31306
D.83

.256 K0158-01

SPGBD1231-E 1 90 ELBOW
MAIN STEAM TO SJAE DRN
21-HAND GRID
23-TEMP

X-103 MCPR 3
672 T-36
2'S23-0'OGE

TB 12
17.0 8

.:? 50
167

SP-GBD-123-1 K159 P31 307
D.SO

.236 K0159-01



PAGE NUMBER 19

UNI ~
'f -- EROS l OttfCORROS I Ot: EX '15 -- REPORT

f SORTED BY PRIORITY)

REPOfi a DA: "=: 01 /06/94
ufrt>UNf I.T ID

051a I f'. At:

*Cf 2 LINE

SCRIPTfON REf LCD ft q, t17 FM

(iftl tr

AREA

P.OOM

EWRNUM MEAS Ml tt

8 J ~ Lt hLAFF NOM WAL~ ' fthm

ERATE INSUL MIN WAL'Sl ISO

viaF f10 w«hU

AC ! ~'I I + tcL

COMMENTS

SPGBD1254-E1 BEND
AUX SEAL STEAM SUPPLY DRAIN
HAND GRID

X-206 MCPR 9
733 T-4 'I 6
2'N15-1 'WL

TB
64.0

0
8

.250

. 166
M30707

SP-GBD-125-4 K170 F31308
0.99

. 196 K0170-0 'I

SPGBD1331 1-E1 90 ELBOW
8 RFPT LP AFTER SEAT DRAIN
HAND GFID

X-208 RFPT 11 TB 3
683 T-1'15 28 0 8
5 '21-7 'WKC

. 250 SPGBD-133-11 K180 F31315

. 166 D. 101
.22/ KG180-01

SPG8013319-E1 SG ELBOW
A RFPT CHEST DRAIN
HAND GRID

X"212
.75

RFPI 10 TB 4
681 T-116 22. 0 8
2'S19-9'EK

219 SPGBD 133-19 K182 P31316
145 D 105

. 203 K0 182-01

SPG8013321-E1
C RFPT CHEST DRAIN
HaltD GRID

90 ELBOW X-214 RFPT 11 TB
681 T-'t 14 28. 0 8
1'N23-8'EK

. 219 SPGBO-133-21 K'183 P31317

. 145 D. 107
. 198 K0183-01

SPGBD13322-E1
8 RFPT CHEST DRAIN
HAND GRID

90 ELBOW X-213 RFPT 11 TB 4
. 75 681 T-115 11.0 80'21-9 'K

. 219

. 145
SPGBD-133-22 K184 P31318
D. 106

. 211 K0 184-01

SPGB01334-E1 90 ELBOW
C RFPT LP AFTER SEAT DRAIN
HAND GRID

X-209 RFPT 11 TB 3
683 T-114 0.0 8
3'S23-8'WKC

. 250 SP-GBD-133-4 K179 P31314

. 166 D. 102
K0179-01

SPGBD1521-E3
RFPT C MN STM DRAIN
HAND GRID

BEND X-43 RFPT 11 TB 0
679 T-114 46.0 8
9'N23-11'EK

. 250 SP-GBD-152-1 K185 P31319

. 167 0.28
. 212 K0 185-01



PAGE tlUMBFR 20

UN11 'i -- ERCSIOtl/CORROS. Otl:XAM:— -- tjiPDRT
(SORTED 8". PRIOF. I

T:,'EPORT

DAiE: Ol/06/94
'MPONEI; 10 Dt 5"1!I:„-T 1 0M REPLCD ID SYST l M AP.F L"1: 1 1 5( AF '" llOt- WALL l.j tl: MiAI- ttU. WA NO

0 i ~ i i t i Al'l SI2= ELEV POOF ERAT E INSUF Miltl WALL IS 1 ISO

COMMENTS

GRID EWRNUtA MEA5 MIN ACTIVITY NO

SPHAD10731-E 1 90 ELBOW
RFPT 8 XAROUND STEAM DRAIN
Zl-HAND GRID
23-TEMP

X-39 RFPT 11 TB 0
680 T-115 32.0 B
9'521-2'EK

. 218 SPHAD-1073-1 K l 74 P31309

. 145 D. 25
. 195 K0174-01

SPHAD1523-El BEND
SSE DRAIN TO FWH ¹,A
HAND GRiD

X-113/SPHBD1523-El TS 2 TB 11
2 714 T-21; 19. 0 8

7'N19-2WGE

. 218

. 145
SP-HAD-152-3 K188 P31345
D.53

.204 K0188-0 1

SPHAD1523-E2 VALVE
SSE DRAIN TO FWH ¹2 HV-10270A
HAND GRID OBS

X-1 12/SPHB01523-E2 TS 2 TB 11
2 714 T-211 8.0 8

7'N19-3WGE

. 218

. 145
SP-HAD-152-3 K189 P31346
D.53

. 212 K0189-01

SPHAD1691 "E2 90 ELBOW
SSE-BLOWDOWN HV-1076

'ANDGRID

X-1 19 TS 2 TB 0
681 T-1 13 42. 0 B
2 '18-3 'WHB

179 SP-HAD-169-1 K175 P31310
119 D. 55

. 154 K0175-01

SPHBD10721-E 1 90 ELBOW
RFPT C XAROUND DRAIN
Z 1-TEMP
23-085

X-40 RFPT 7 TB 0
680 T-114 33.0 8
8'S23-2'EK

. 218 SPHBD-1072-1 K190 P31320

. 145 D. 26
. 194 K0190-01

SPHBD10742-El 90 ELBOW
RFPT A XAROUND DRAIN
Z 1-TEMP
Z3-085

X-38 RFPT 10 TB 0
681 T-116 14. 0 8
8'N20-3'EK

. 218 SPHBD-1074-2 K191 P31347

. 145 D. 24
.208 K0191-01

SPHBD1091-E2 VALVE
EXTRACTION 3A DRAIN HV-10203A
Zl-TEMP

X-203 EXTST 6 TB 4
706 T-211 34.0 8
1'518-8'EHE

. 218 SP-HBD-109-1 K161 P31333

. 145 0.97
. 193 K0161-01



PAGE NUhtBER 21

UN: i '- EROSION/CORROSION EXAMS -- REPORT 2
(SORTELi BY PRIORITYj

REPORT DATE: 01/06/94
COMPOttEN 10

DETAIL PLAN

ACC 2 LINE

COMMENTS

SPHBD1095-El
EXTRACTION 3C DRAItt
21-TEMP
23-0BS

DE )CR! .:1 ION

90 ELBOW

REPLCD

X-202

Si ZC

SVSTEhl AREA BU1LD SCAF F t':)M t'ai ti, hA K,)

ELEV

GRltt

ROOM RATc INSUL 1'tI N WA'-;

EWRNUM t lE Ac Mi I. At;)ViTW NO

EXTST 7 TB 0
701 T-211 25.0 8
1'523-15'EHB

. 218 SP-HBD-109-5 K162 P31334

. 145 D.96
.200 K0162-01

SPHBD1096-E2 VALVE
EXTRACTION 38 DRAIN HV-102048
HAND GRID OBS

X-201 EXST 7 TB 0
702 T-211 30.0 B.
3'S21-3'EHE

. 218 SP-HBD-109-6 K163 P31335
145 D 95

. 196 K0163-01

SPHBD1097-E 1 90 ELBOw
EXTRACTION P3 DRAINS
21-TEMP
23-0BS

X-128 EXTST 6 TB 0
701 T-2'1 1 19. 0 8
3519-SEHE

. 218 SP-MBD-109-7 K164 P31336

. 145 D-15
.204 K0164-01

SPHBD1104-E2 90 ELBOW
EXTRACTION 4C DRAIN
21-TEMP
23"OBS

X-198 EXTST 7 TB 5
708 T 211 47.0 8
9'N23-10'EHE

. 218 SP-HBD-110-4 K165 P31337

. 145 D.92
. 184 Y016S-01

SPHBD1105-E2
EXTR 4C DRAIN (18C)
Zl-TEMP
23-0BS

90 ELBOW X-28 EXTST 7 TB 5
708 T-211 45.0 8
9'N24-4'WK

. 218 SP-HBD-110-5 K166 P31338

. 145 D. 14
. 185 K0166-01

SPHBD1107-El 90 ELBOW
EXTRACTION 48 DRAIN
21-TEMP
23-TEMP

X-200 EXTST 6 TB 6
710 T-214 39. 0 8
6'N19-4'WK

. 218

. 145
SP-HBD-110-7 K167 P31339
D.94

. 192 K0167-01

SPHBD1108-E2 90 ELBOW
EXTR 48 DRAIN (058)
21-TEMP
23-TEMP

X-27 EXTST 7 TB 12
714 T-211 47.0 8
7'N21-10'EHE

. 218

. 145
SP-HBD- 110-8 K168 P31340
D. 13

. 184 K0168-01



PAGE NUMBER 22

UN ' EROSIO)t '!'ORRUSIOtt E. hM.' PE':OR i 2
(SORTED BY PRIORIIv)

REPi)RT DATE: 0)/06/94
„:)vf".>NFti i 1 0

Di )AiL Pi.AN

i C".. 2 LINE

DESCR)P1lON REPLCD 10

SIZf

8 + i I Eti)

EI Ei

GRID

RO()M ER/i)'1 1 ttSUL h",I N WALL I 5 1 I SD

5WRIIUM MEAS t4) N

ARL.. BI.!1)t Sa,AF) NOI'ALI.

ACTIVITv NO

COMMENTS

SPHBD1151-E2 90 ELBOW
tAAIN STEAM TO SJAE DRAIN P2
HAND GRID OBS

X-162 MCPR 1 TB 0
701 T-211 12.0 8
6'S15-18'WHB

. 218 SP-HBD" 115-1 K169 P31341

. 145 D.78
.209 KO)69-01

SPHBD)481-E) BEND
MAIN STEAM TO SJAE DRN
HAND GRID
ttO TEMP

X-102 MCPR 2 TB 0
680 T-) 13 48 0 8
4'tt)8-5'WHB

. 179 SP-HBD-148-1 K')71 P31342

. 119 D.49
. 150 K0171-01

SPHBD'1 481-E2 ORIFICE
h)AIN STEAM TO SJAE DRN FO-10701
Z)-TEMP

X-101 MCPR 2 TB 0
680 T-113 15.0 8
4 '1 8-6 'WHB

179 SP-HBD-148-1 K 172 P3 1343
119 D.49

. 170 K0172-01

SPHBD1483-E1 VALVE
MAIN STEAM TO SJAE DRN 1-07-054
HAND GRID OBS

X-100 MCPR 2 TB 0 , 179 SP-HBD-148-3 K173 P31344
681 T-) I3 33.0 8 . 119 0.49
4 'N)8-9'WHB . 159 KO)73-0)

SPHBD)621-E2 90 ELBOW
OFFGAS STEAM SUPPLY DRAIN
21-TEMP
Z3-TEMP

X-135 MCPR 1 TB 0
700 T-217 0.0 8
4515-16'EG

. 179

.119
SP-HBD-162-1 K217 P31352
0.64

K0217-01

SPHBD1713-E2 VALVE
SSE VENT AFTER 1-07-001
21-TEMP

X-1 14 TS 9 TB 0
732 T-416 18. 0 8
7'N)6-O'OLA

. 179

. 119
SP-HBD-171-3 K192 P31348
D.54

. 168 K0192-01

SPHB0302310-El
SIS: NONE
HAND GRID
NO TEMP AVAIL.

BEND X-634
1.5

AUX BLR 9 TB 10
669 . T-52 127.0 8
4'515-2'ELA

.200

. 133
M30698

SPHBD3023-10 K200 P3 1349
D. 184

. 119 K0200-01



Ul'IT 1 - EROSION/CORROSION BEAMS "- RE
POl'SORTEDBY PRIORITY)

REPORT DATE: 01/06)'cJ4

COh t UNF t:'t

INE

~" l: )' ) Ot< RE>LCD ID

SIZE

SYSTEM.

ELEV

GRID

AREA be.': it SCAPE NQhl WA'). L 1 t)E

EWRt<llh", hlC= 5 t'i 'i
ROOhl E;R<: 5 INSUl l'Itl t)'4 L I =. 1 .0

h)t) 'O, WA tiii

«"TIVITY NO

COMMENTS

SPHBD302312-El
Si 5 t NONE
HAND GRID
NO TEMP

90 ELBOW X-635 AUX BLR 9 TB 14
.75 672 T-52 47.0 8

4'S15-7'EK
. 154 SPHBD3023-12 K201 P31350
. 103 D. 184

. 130 K0201-0'1

SPHBD302319-E1
SIS: NONE
HAtlP GRIP

90 ELBOW X-632 AUX BLR 23 TB 10
669 G-52 - 37.0 8
9'S40-6'EK

179 SPHBD3023-19 K202 P31351
119 D. 183

1:)7 K0202-01

SPHBD302319-E2
Sist NONE
HAND GRID
NO TEMP

BEND X-633 AUX BLR 23 TB 8
667 G-52 28.0 8
4'540-8'EL

. 179 SPHBD3023-19 K203 P31328

. 119 D. 183
. 162 K0203-01

SPHBD30234-E1
SI S l NONE
HAND GRID

90 ELBOW X-636 AUX BLR 5 TB 10
1.5 669 T-52 42.0 8

6'N14-2'WJB

~ 200
. 133

SPHBD3023-4 K197 P31 325
D. 184

. 17. K0197-01

SPHBD30234 E2
SIS: NONE
HAND GRID
NO TEMP

BEND X-637
1.5

AUX BLR 5 TB 8
711 T 217 48.0 8
10 '

1 5-3 'WJ8

.200

. 133
SPHBD3023-4
D. 184

. 168

K198

K0198-01

P3 1326

SPHBD30234-E3
SIS: NONE
HAND GRID

90 ELBOW X-638 AUX BLR 5 TB 8
1.5 711 T-217 36 0 8

4'S14-6'WJB

. 200 SPHBD3023-4 K199 P31327

. 133 D. 184
168 K0199-01,

VNBB211-E1
MS LINE C
Z1 8 Z2-HAND GRID
23-TEMP

90 ELBOW X-459
26

MS 26 RB 15
787 R-516 40. 0 M
252 AZ-19-RCL

1. 138
.893

VNBB-21 1-1
D. 81
1.051

K148 P31300

K0148-01



PAGE NUhlBER 24

Ur ~ 1 EROSION/CORROSION EXAMS -- REPORT 2
(SORTED BY PRIORITY)

REPORT DATE: 01/06/94

[) '(Rt r'1 ';!MPOttENTi 0

DL1AIL Pr.AN

AC:. - '-I trE

Coh1MENTS

VNB8211-E2 90 ELBOW
MAIN STEAM 'O'NSIDE CONT.
Zl-HAND GRID
Z3-0BS

X-174
26

SYS!:tA AREA BUILD SCDFF NOM WALL:I rw. ts<»~ rr... va NO

ELEV ROOM ERATE INSUL MIN WALL lb:
GRID EWRNUh'I hrEAS tAI N ACTIYt1v !rO

MS 26
741 R-5 16
252 AZ-28RCL

RB
26.0

0 1. 138 VNBB211-1 K152 P31304
M .893 0.81

1.090 K0152-01

VNBB211-E3 45 ELBOW
Sisr X-174, 460, 46.
21-TEMP
23-TEMP

X-460
26

MS 26 RB 10 1. 138 VNB8211-1 K149 P31301
750 R-516 36. 0 M . 893 D. 150
72AZ-26RCL 1. 062 K0149 01

VNBB2'12-51 45 ELBOW
SI 5: X-174, 462, 464
Z 1-TEMP
23-TEMP

X-464
26

MS 26 RB 9 1.138 VNBB212-l K150 P31302
750 R-516 30. 0 M . 893 D. 148
288AZ-26RCL 1.078 K0150-01

VNB8212-E3 90 ELBOW
SI S r X-174, 460, 464
HAND GRID

X-462
26

MS 26
741 R-516
108AZ-28RCL

RB 0 1 ~ 138 VNBB212-1 K151 P31303
33.0 M .893 D. 149

1.071 K0151-0'l

1SCVL-E27 90 ELBOW
CV HP STEAM LEAKOFF
HAND GRID

X-89
1.5

TS 6 TB= 12
715 T 211 60 8
1'N18-6'WJC

.200

. 133
1SCVL
D. 44

. 196

K193

K0193-01

P31321

1SLCIV-E19 ELBOW
CIV-CSV STEAM LEAKOFF
HNAD GRID

X-99
1.5

TS 6 TB 12
743 T-420 12.0 M

.200

. 133
1SLCI V
D.48

. 192

2SCVL-E13
CV LP STEAM LEAKOFF
HAND GRID
NO TEMP

90 ELBOW X"90 TS 6 TB 12
1.5 715 T-211 48.0 8

6'N19-4'JC
.200 2SCVL
. 133 D.41

. 168

K194 P3 1322

K0 194-01



0
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Ut' !OSIOtt <C('IOl .. M: "- RCPORT 2
I SORT Ei' 1 -< R I U . I l i ~

REPORT Gal ": 01/0<'94

f. i

. OMvUtti N: ID

DETAIL P< AH

i;5:, R I t<1 I ON REPLCU ID

SI ZE

Sb'5 1 < lj

ELE

t<U<I L(i SCAFF t'Ohl WAL'INE
ROOh! ERATE INSUL MIN WALL ISI ISO

Ma> ti'O. Wa t<0

«CL 'It<E

COMMENIS

GR: L< EWRNUM MEAS MItt ACTIVITY NO

3SCVL-E)4
CV SEaLING STEAM
ttaND GRID

TOTAL EXAMS: 169

BEND X-91 TS 6 TB 12
716 T-211 40. 0 B
3 '17-4 'JC

. 147 3SCVL

. 100 D.41
. 128

K195

KO 'I 95-0 1

P31323


