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ELECTRICAL LEGEND

13A DOUBLE SOCKET OUTLET  (HIGH LEVEL - TO SUIT WORKTOPS)

13A APPLIANCE SPUR OUTLET - WITH REMOTE SWITCH AND NEON
INDICATOR LIGHT.

MANUAL BREAK GLASS CALL POINT

13A DOUBLE SOCKET OUTLET  (LOW LEVEL)

FIRE ALARM ELECTRONIC SOUNDER
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LIGHTING SWITCH POINT
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FUSE/ DISTRIBUTION BOARD

SURFACE MOUNTED FLUORESCENT BULKHEAD FITTING

SURFACE MOUNTED SHOWER-PROOF FLUORESCENT BULKHEAD FITTING

E SURFACE MOUNTED EMERGENCY BULKHEAD LIGHT

SMOKE ALARM - LINKED, MAINS FED c/w BATTERY BACK-UP
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BLANKED OFF ELECTRICAL  BACK-BOX

EXISTING VENTILATION GRILLE
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REM DENOTES ELECTRICAL EQUIPMENT TO BE REMOVED DURING DOWNTAKINGS.

RE-IN DENOTES ELECTRICAL EQUIPMENT TO BE REMOVED, RETAINED AND REINSTATED

NEW DENOTES NEW ELECTRICAL EQUIPMENT

NEW CEILING MOUNTED EXTRACTOR - MIN. 15 l/sec. EXTRACTION RATE
15 l/sec

NEW CEILING MOUNTED PULL-CORD EMERGENCY ALARM

(EXIST) DENOTES ELECTRICAL EQUIPMENT RETAINED IN SITU AND RE-USED IN
CONJUNCTION WITH NEW EQUIPMENT.  (SYMBOL USED AT SELECTED SWITCH
POSITIONS AT AREAS WITHIN EXTENSION ONLY).
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29/09/10 BUILDING WARRANT APPLICATION.
A - 14/12/10 Amendments for Building Warrant. aww
B - 01/02/11 Amendments for Building Warrant. aww

18/03/11 TENDER ISSUE
C - 17/03/11 General Amendments to Plan. aww
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