
2019 Compliance Sample Results Report

January 09, 2020

Public Water System Name: LISBON WATER DEPARTMENT

PWSID#: ME0090870

Date Range: 1/1/2019 - 12/31/2019

The following compliance sample results have been received and processed by the Drinking Water Program 
for the date range noted above.  This report is updated on daily.  Please be aware that laboratories generally 
have until the 10th of the month to submit sample results for samples collected in the previous month. 
Additionally, it may take the Drinking Water Program up to a week to process the sample results once 
received.  If you believe compliance sample results are missing from this report, please contact your 
laboratory to determine if the results have been reported to the Drinking Water Program.  If you have 
additional questions, please contact your Public Water System Inspector.

Public Water System Inspector: Denise.Douin@Maine.gov (207) 592-2165

Janet T. Mills

Governor

Jeanne M. Lambrew, Ph. D.

Commissioner

Maine Department of Health and Human Services

Maine Center for Disease Control and Prevention

11 State House Station

286 Water Street

Augusta, Maine 04333-0011

Tel; (207) 287-8016; Fax (207) 287-9058

TTY: Dial 711 (Maine Relay) 

REPORTING LAB

LAB SAMPLE ID DATE COLLECTED SAMPLING POINT

1901-00285-001 1/4/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1901-00285-002 1/4/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1901-00285-003 1/4/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1901-01743-001 1/18/2019 TP-2        EP (TP 2- MOODY WELLS )

A & L LABORATORY

ANALYTE RESULT

ARSENIC                                 0.003 MG/L     

1901-01745-001 1/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT
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REPORTING LAB

LAB SAMPLE ID DATE COLLECTED SAMPLING POINT

1901-01745-002 1/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1901-01745-003 1/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1901-01745-004 1/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1901-02135-001 1/24/2019 WL-3        EP (MOODY RD WELL#1- 66')

A & L LABORATORY

ANALYTE RESULT

COLIFORM (PRE-TCR)                      NON-DETECT

1902-00717-001 2/8/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1902-00717-002 2/8/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1902-00717-003 2/8/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1902-01302-001 2/15/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1902-01302-002 2/15/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1902-01302-003 2/15/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT
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REPORTING LAB

LAB SAMPLE ID DATE COLLECTED SAMPLING POINT

1902-01302-004 2/15/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1903-00983-001 3/12/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1903-00983-002 3/12/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1903-00983-003 3/12/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1903-01483-001 3/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1903-01483-002 3/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1903-01483-003 3/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1903-01483-004 3/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1904-00040-001 4/1/2019 TP-2        EP (TP 2- MOODY WELLS )

A & L LABORATORY

ANALYTE RESULT

ARSENIC                                 0.0028 MG/L   

1904-00044-001 4/1/2019 TP-2        EP (TP 2- MOODY WELLS )

A & L LABORATORY

ANALYTE RESULT

1,1,1-TRICHLOROETHANE                   NON-DETECT
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REPORTING LAB

LAB SAMPLE ID DATE COLLECTED SAMPLING POINT

1904-00044-001 4/1/2019 TP-2        EP (TP 2- MOODY WELLS )

A & L LABORATORY

ANALYTE RESULT

1,1,2-TRICHLOROETHANE                   NON-DETECT

1,1-DICHLOROETHYLENE                    NON-DETECT

1,2,4-TRICHLOROBENZENE                  NON-DETECT

1,2-DIBROMO-3-CHLOROPROPANE NON-DETECT

1,2-DICHLOROETHANE                      NON-DETECT

1,2-DICHLOROPROPANE                     NON-DETECT

BENZENE                                 NON-DETECT

CARBON TETRACHLORIDE                    NON-DETECT

CHLOROBENZENE NON-DETECT

CIS-1,2-DICHLOROETHYLENE                NON-DETECT

DICHLOROMETHANE NON-DETECT

ETHYLBENZENE                            NON-DETECT

ETHYLENE DIBROMIDE NON-DETECT

METHYL TERT-BUTYL ETHER NON-DETECT

O-DICHLOROBENZENE                       NON-DETECT

O-XYLENE                                NON-DETECT

P-DICHLOROBENZENE                       NON-DETECT

STYRENE                                 NON-DETECT

TETRACHLOROETHYLENE                     NON-DETECT

TOLUENE                                 NON-DETECT

TRANS-1,2-DICHLOROETHYLENE          NON-DETECT

TRICHLOROETHYLENE                       NON-DETECT

TTHM                                    0.004 MG/L     

VINYL CHLORIDE                          NON-DETECT

XYLENES, TOTAL                          NON-DETECT

1904-00045-001 4/1/2019 WL-1        EP (BAUER ST WELL)

A & L LABORATORY

ANALYTE RESULT

NITRATE                                 1.3 MG/L     

1904-00045-002 4/1/2019 TP-2        EP (TP 2- MOODY WELLS )

A & L LABORATORY

ANALYTE RESULT

NITRATE                                 NON-DETECT

1904-00045-003 4/1/2019 WL-3        EP (MOODY RD WELL#1- 66')

A & L LABORATORY

ANALYTE RESULT

NITRATE                                 NON-DETECT

Page 4 of 12



REPORTING LAB

LAB SAMPLE ID DATE COLLECTED SAMPLING POINT

1904-00045-004 4/1/2019 WL-4        EP (ANN ST WELL)

A & L LABORATORY

ANALYTE RESULT

NITRATE                                 NON-DETECT

1904-00046-001 4/1/2019 WL-3        EP (MOODY RD WELL#1- 66')

A & L LABORATORY

ANALYTE RESULT

COLIFORM (PRE-TCR)                      NON-DETECT

1904-00048-001 4/1/2019 TP-2        EP (TP 2- MOODY WELLS )

A & L LABORATORY

ANALYTE RESULT

COMBINED URANIUM 0.0081 MG/L   

GROSS ALPHA, EXCL. RADON & U        2.6 PCI/L    

1904-00364-001 4/3/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1904-00364-002 4/3/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1904-00364-003 4/3/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1904-01884-001 4/16/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1904-01884-002 4/16/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1904-01884-003 4/16/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT
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REPORTING LAB

LAB SAMPLE ID DATE COLLECTED SAMPLING POINT

1904-01884-004 4/16/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1905-00489-001 5/3/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1905-00489-002 5/3/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1905-00489-003 5/3/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1905-01538-001 5/13/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1905-01538-002 5/13/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1905-01538-003 5/13/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1905-01538-004 5/13/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1906-00398-001 6/4/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1906-00398-002 6/4/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

Page 6 of 12



REPORTING LAB

LAB SAMPLE ID DATE COLLECTED SAMPLING POINT

1906-00398-003 6/4/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1906-03101-001 6/24/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

TOTAL HALOACETIC ACIDS (HAA5)       0.0011 MG/L   

TTHM                                    0.019 MG/L     

1906-03104-001 6/24/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1906-03104-002 6/24/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1906-03104-003 6/24/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1906-03104-004 6/24/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1907-00315-001 7/2/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1907-00315-002 7/2/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1907-00315-003 7/2/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT
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REPORTING LAB

LAB SAMPLE ID DATE COLLECTED SAMPLING POINT

1907-01996-001 7/16/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1907-01996-002 7/16/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1907-01996-003 7/16/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1907-01996-004 7/16/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1907-02004-001 7/16/2019 WL-3        EP (MOODY RD WELL#1- 66')

A & L LABORATORY

ANALYTE RESULT

COLIFORM (PRE-TCR)                      NON-DETECT

1907-02008-001 7/16/2019 WL-5        EP (MOODY RD #2- 88')

A & L LABORATORY

ANALYTE RESULT

ARSENIC                                 0.0027 MG/L   

1908-00515-001 8/5/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1908-00515-002 8/5/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1908-00515-003 8/5/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1908-01551-001 8/12/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT
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REPORTING LAB

LAB SAMPLE ID DATE COLLECTED SAMPLING POINT

1908-01551-002 8/12/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1908-01551-003 8/12/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1908-01551-004 8/12/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1909-00082-001 9/3/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1909-00082-002 9/3/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1909-00082-003 9/3/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1909-02364-001 9/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1909-02364-002 9/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1909-02364-003 9/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1909-02364-004 9/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT
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REPORTING LAB

LAB SAMPLE ID DATE COLLECTED SAMPLING POINT

1910-00846-001 10/7/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1910-00846-002 10/7/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          PRESENT

E. COLI NON-DETECT

1910-00846-003 10/7/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1910-01243-001 10/9/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1910-01243-002 10/9/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1910-01243-003 10/9/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1910-01259-001 10/9/2019 WL-5        EP (MOODY RD #2- 88')

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1910-01259-002 10/9/2019 WL-1        EP (BAUER ST WELL)

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1910-01259-003 10/9/2019 WL-4        EP (ANN ST WELL)

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT
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REPORTING LAB

LAB SAMPLE ID DATE COLLECTED SAMPLING POINT

1910-02425-001 10/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1910-02425-002 10/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1910-02425-003 10/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1910-02425-004 10/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1910-03572-001 10/28/2019 WL-3        EP (MOODY RD WELL#1- 66')

A & L LABORATORY

ANALYTE RESULT

COLIFORM (PRE-TCR)                      NON-DETECT

1910-03574-001 10/28/2019 TP-2        EP (TP 2- MOODY WELLS )

A & L LABORATORY

ANALYTE RESULT

ARSENIC                                 0.0015 MG/L   

1911-00231-001 11/4/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1911-00231-002 11/4/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1911-00231-003 11/4/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1911-02369-001 11/21/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT
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REPORTING LAB

LAB SAMPLE ID DATE COLLECTED SAMPLING POINT

1911-02369-002 11/21/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1911-02369-003 11/21/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1911-02369-004 11/21/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1912-00245-001 12/4/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1912-00245-002 12/4/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1912-00245-003 12/4/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1912-01758-001 12/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1912-01758-002 12/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1912-01758-003 12/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT

1912-01758-004 12/18/2019 DS-1        DISTRIBUTION SYSTEM

A & L LABORATORY

ANALYTE RESULT

COLIFORM (TCR)                          NON-DETECT
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