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1.0 PURPOSE 

1.1 TECHNICAL SPECIFICATIONS 

It is the intent of this Steam Generator Tube Integrity Assessment to provide all 
the information required to meet the reporting requirements of Palisades 
Technical Specification 5.6.8b. The specific information is identified below: 

" Number and extent of tubes inspected is located in section 2.2 BOBBIN 
COIL INSPECTION, 2.3 PLUS POINT RPC TOP OF TUBESHEET 
INSPECTION HOT LEG, 2.4 ROW 1 AND 2 U-BEND PLUS POINT 
RPC INSPECTION and 2.7 DINGS.  

" Location and percent wall-thickness penetration for each indication of 
an imperfection is located in Attachment 1, "Steam Generator E-50A 
Indications" and Attachment 2, "Steam Generator E-50B Indications".  
Please note the 1990 refueling outage is the refueling outage in which 
the steam generators were replaced.  

"* Identification of tubes plugged is located in section 3.0 STEAM 
GENERATOR EDDY CURRENT SUMMARY 2001 REFUELING 
OUTAGE.  

The following additional information provides a summary of the tube 
integrity assessment performed during the 2001 refueling outage: 

"* Identification of active and potential tubing degradation mechanisms is 
located in section 4.0 ASSESSMENT OF ACTIVE AND POTENTIAL 
DEGRADATION MECHANISMS.  

" A comparison of the as-found inspection results against the 
performance criteria for structural integrity and accident leakage is 
located in section 5.0 CONDITION MONITORING FOR 2001 
REFUELING OUTAGE 15 / OPERATIONAL ASSESSMENT CYCLE 16 
and section 6.0 CONDITION MONITORING CONCLUSION FOR THE 
2001 REFUELING OUTAGE.  

" A prediction of the steam generator tube conditions used to ensure 
structural integrity and accident leakage performance criteria are not 
exceeded during the current operational cycle is located in section 7.0 
OPERATIONAL ASSESSMENT EVALUATION FOR CYCLE 16.  

Note: Acronyms not defined within the text can be found in section 9.2 
"ACRONYMS".
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2.0 STEAM GENERATOR INSPECTION FOR 2001 REFUELING OUTAGE 

2.1 STEAM GENERATOR ISI REQUIREMENTS 

Section 3.3.1, "Examination of Tubes", from EPRI PWR Steam Generator 
Examination Guidelines: Revision 5 states, "100% of the tubing shall be inspected 
with a 60 Effective Full Power Months (EFPM) time frame. If 60 EFPM occurs 
during an operating cycle, completion of that cycle is acceptable and is within the 
stated requirement".  

The current 60 EFPM cycle started 06/07/98 and will end 10/19/04 or 59.1 EFPM.  

This cycle essentially starts the second of four 25% random sample of Plus Point 
Rotating Pancake Coil (RPC) Top of Tubesheet Hot Leg inspections to meet 
100% inspection in 60 EFPM.  

During the 2001 refueling outage fifty percent of the tubes were inspected with the 
bobbin coil inspection. This is the second 50% bobbin coil inspection during the 
current 60 EFPM cycle and meets the 100% sampling requirement.  

One hundred percent of the Row I and 2 U-bends were inspected during the 2001 
refueling outage. This meets the 100% sampling requirement for the 60 EFPM.  

2.2 BOBBIN COIL INSPECTION 

2.2.1 Bobbin Coil Original Scope 

For the 2001 refueling outage, the initial bobbin coil examination scope was 
increased from 25% to 50%. The initial bobbin scope was increased based on the 
high likelihood of a Category C-2 examination result as indicated by historical 
results. The increased base scope was preplanned to bound a scope expansion 
resulting from a Category C-2 result.  

In Steam Generator E-50A, a 50% random full length bobbin coil tube inspection 
was performed. To reduce inspection time the bobbin examination was completed 
utilizing duel bobbin probing. Included in the 50% sample were 282 tubes with 
previous indications, and special interest (less than 20 tubes).  

In Steam Generator E-50B, a 50% random full length bobbin coil tube inspection 
of tubes was performed. To reduce inspection time the bobbin examination will be 
completed utilizing duel bobbin probing. Included in the 50% sample were 385 
tubes with previous indications, and special interest (less than 20 tubes).
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2.2.2 Bobbin Coil Expanded Scope Inspection 

In both Steam Generator E-50A and E-50B, the bobbin program was considered 
to be in the C-2 inspection category due to at least one 40% or greater reported 
wear indication in each steam generator which had grown by 10% or more in a 
cycle. No additional tubes needed to be added to the base program, which already 
included the C-2 sample. Row 44 Col 25 in E-50B showed a 41% wear indication 
and had not been tested since 1996. Because of this, an additional 24 tubes were 
administratively added to the bobbin original scope program in E-50B to 
encompass any tubes in Row 43 immediately adjacent to R44 C25 and all tubes in 
Row 44, which were not tested in 1999.  

Inspection totals are as follows: 

Table 1: Bobbin Coil Full Length Inspection 2001 
Tubes inspected from tube end hot to tube end cold 

Steam Tubes In Tubes Tubes Added Tubes Added to Total 
Generator Original C2 to Encompass Encompass Tubes 

Scope Expansion Possible Row 44 in SG Tested 
Loose Parts E-50B 

E-50A 1974 1974 6 0 3954 

E-50B 1974 1974 0 24 3972 

2.2.3 Obstructed/Restricted Tube Condition Monitoring In 1999 
Refueling Outage 

One tube in E-50B, R24 C11, was found to be obstructed on the hot leg side just 
above the top eggcrate. As a complete inspection of this tube could not 
performed, the tube was repaired by plugging. Four tubes immediately 
surrounding tubes were inspected from tube end hot to tube end cold using 
bobbin in the 2001 refueling outage to ensure that the condition is not progressing 
to adjacent tubes. These four tubes are included in the original scope. No 
additional restrictions were found in the 2001 refueling outage.  

2.3 PLUS POINT RPC TOP OF TUBE SHEET INSPECTION HOT LEG 

2.3.1 Plus Point RPC Top Of Tubesheet Hot Leg Original Scope 

In Steam Generator E-50A, a 25% Plus Point RPC inspection of the hot leg top of 
tubesheet transition was performed. In addition to the 25% sample, 179 tubes 
were added to encompass stay rod locations (this area was identified as a high 
residual stress area and more susceptible to stress corrosion cracking).
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In Steam Generator E-50B, a 25% plus point RPC inspection of the hot leg top of 
tubesheet transition was performed. In addition to the 25% sample, 180 tubes 
were added to encompass stay rod locations (this area was identified as a high 
residual stress area and more susceptible to stress corrosion cracking).  

2.3.2 Plus Point RPC Top of Tubesheet Hot Leg Expansion Scope 

The plus point RPC hot leg top of tubesheet program was expanded by 2136 
tubes in E-50B during the 2001 refueling outage due to an outside diameter single 
axial indication (SAI) just above the top of tubesheet hot leg in sludge. These 
tubes made up a defined critical area of the steam generator where the majority of 
the sludge exists and where the majority of the tubesheet indications are 
historically known to exist in Combustion Engineering steam generators. Although 
no indications were found in E-50A, an additional 403 tubes were added to the 
Top of Tubesheet Plus Point RPC program to encompass the area where heavier 
sludge deposits exist. The results of these additional examinations were no 
additional single axial indications.  

2.3.3 Multiple Axial Indication in 1999 Refueling Outage 

Axial indications at the hardroll transition expansion of non-explosively expanded 
tubes was considered an active damage mechanism for the 2001 refueling outage.  
The under expanded tube population is 8 tubes in Steam Generator E-50A, and 2 
under expanded tubes in Steam Generator E-50B. All 10 non-explosively 
expanded tubes were plus point RPC examined the full length of the tubesheet in 
the 2001 refueling outage.  

2.3.4 Plus Point RPC Top of Tubesheet Inspection 

The Plus Point RPC Top of Tubesheet inspection program inspection totals are 
as follows: 

Table 2: Plus Point RPC Top of Tubesheet Inspection 2001 
Tubes inspected + 3 inches - 5 inches except for under expanded 
tubes which are inspected the full length of the tubesheet 

SG Tubes In Under- Previous Noise Critical Total 
Original Scope expanded PLP & TRA Study Area Tubes 
(Includes Tubes Indications Tubes Expansion Inspected 
Stayrod Tubes) 

E-50A 2154 8 34 20 403 2619 

E-50B 2153 2 67 20 2136 4378
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2.4.1 Row I And 2 U-Bend Plus Point RPC Original Scope 

In Steam Generator E-50A and E-50B, a 100% Plus Point RPC inspection of the 
Row 1 and Row 2 U bends was performed. These Row 1 and 2 U-bend tubes 
were tested using a mid frequency plus point (400 kHz) and high range frequency 
(800 kHz) probe.  

2.4.2 Row 1 And 2 U-Bend Plus Point RPC Scope Expansion 

In Steam Generator E-50A, due to a reported Single Axial Indication in the U-Bend 
of Row 2 Col 1, the U-bend RPC program was expanded to 100% of Row 3 tubes 
with both the mid-range and the high frequency plus point u-bend probes. No 
indications were found in the expanded scope. No expansion was required for the 
U-bend RPC program in Steam Generator E-50B.  

2.4.3 Row 1-3 U-Bend Plus Point RPC Inspection 

The Low Row U Bend Plus Point RPC inspection program was completed as 
outlined in the initial scope. Inspection totals are as follows: 

Table 3: Row 1-3 U-Bend Plus Point RPC Inspection 2001 
Tubes inspected from tube end hot to tube end cold 

Steam Tubes In Critical Area Scope Total Tubes 
Generator Original Scope Expansion Inspected 

E-50A 117 60 177 

E-50B 119 0 119 

2.5 FREESPAN BOBBIN COIL INSPECTION 

2.5.1 Freespan Bobbin Coil Original Scope 

Palisades manufacturing burnish marks (MBM)s are now reported as freespan 
differential signals (FSD) in order to address current regulatory concerns. These 
indications were confirmed with tube pulls at Palisades during preservice activities.  
These indications were never sized. They are confirmed with a history review and 
if not found, they will be dispositioned with plus point RPC testing.  

All FSD indications in the freespan areas tested by bobbin coil were reviewed for 
history. Any areas that have significant change or is not present in history will be 
examined using a qualified plus point RPC method.
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2.5.2 Free Span Bobbin Coil Inspection 

An extensive history review was performed both prior to and during the bobbin coil 
inspection. All freespan indications in the 2001 bobbin scope were reviewed 
against baseline history. If the indication showed no significant change from 1990 
preservice inspection baseline to the present, it was reported as freespan 
differential signal (FSD) to designate that it was reviewed in history. Those 
indications which either could not be detected or showed a change from baseline 
history were reported as an I code (NQI, non-quantifiable) and RPC plus point 
tested. A total of 11 indications in Steam Generator E-50A and 22 indications in 
Steam Generator E-50B were reported as an I code in the freespan and showed 
no degradation when tested with plus point RPC. The result of the bobbin 
indications resolved to a NDE MBM code as non-repairable status by history 
review is as follows: 

Table 4: Freespan Bobbin Coil Inspection 2001 
Tube inspection from tube end hot to tube end cold 

Steam Total Freespan Tubes With Tubes 
Generator Differential History Review Requiring 

Signals (FSD) In 2001 Scope Dispositioned 
With RPC 

E-50A 360 250 11 

E-50B 578 446 22 

2.6 DENTS 

Palisades does not have any dented tubes in the replacement steam generators.  
No dents in the Palisades replacement steam generators have been found that 
meet the EPRI PWR Steam Generator Examination Guidelines, Revision 5 
definition of a dent, which is defined, as "a local reduction (plastic deformation) in 
the tube diameter due to a buildup of corrosion products (magnetite)".  

If denting occurs it will detected during bobbin coil examination screening. If any 
bobbin coil indications are confirmed with plus point RPC testing as degradation, 
then we will expand the denting scope to 20% random sample of all dented tubes.  

2.7 DINGS 

2.7.1 Dings Original Scope 

In the 2001 refueling outage, 25% of the dings in Steam Generator E-50B were 
plus point RPC tested. No dings were tested in Steam Generator E-50A with plus 
point RPC.
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A bobbin coil review of freespan dings greater than or equal to 2 volts was 
performed in both steam generators.  

During the assembly of Palisades' replacement steam generators, some minor 
dings occurred. Dings in the Palisades replacement steam generators have been 
found that meet the EPRI PWR Steam Generator Examination Guidelines, 
Revision 5 definition of a ding, which is defined, as "a local reduction (plastic 
deformation) in the tube diameter caused by manufacturing, support plate shifting, 
vibration or other mechanical means".  

2.7.2 Ding Expansion Program 

Dings were reviewed during bobbin coil examination and no changes were noted.  
No expansion was required. If any ding indications had changed and confirmed 
with plus point RPC testing as a degradation mechanism, then we would expand 
the ding scope to 100% of all dinged tubes in that voltage range.  

2.7.3 Dings Reviewed In 2001 Refueling Outage Inspection 

During the 2001 refueling outage, 61 of 155 dings were reviewed in E-50B. No 
dings were tested in E-50A during the 2001 refueling outage. No changes were 
observed in the dings from inservice baseline review.  

Table 5: Ding Inspection 2001 
Tube inspection from tube end hot to tube end cold

2.8 POSSIBLE LOOSE PARTS 

2.8.1 Possible Loose Part Original Scope 

In the 2001 refueling outage, there were a total of 59 possible loose parts (PLP) in 
E-50A and 27 PLP in E-50B. Many were reported and tracked from the 1998 and 
1999 refueling outages. The total of the new PLP indications reported in the 2001 
refueling outage was 29 in E-50A and 12 in E-50B. All tubes tested by plus point 
RPC were reviewed for PLP. All PLP are tracked in history and reviewed each 
refueling outage.
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2.8.2 Possible Loose Part Scope Expansion 

A total of 127 tubes in Steam Generator E-50A and 23 tubes in Steam Generator 
E-50B were added to the top of tubesheet hot leg RPC program to encompass 
adjacent tubes to reported new PLP indications. The tubes were tested +3 inches 
above the top of the hot leg tubesheet. No new PLP indications were found in the 
scope expansion during the 2001 refueling.  

2.9 TUBE PLUG INSPECTIONS 

2.9.1 Tube Plug Original Scope 

The majority of plugs used in Steam Generators E-50A and E-50B are not 
designed to be examined by eddy current testing. Therefore, the visual method of 
inspection is allowed by EPRI PWR Steam Generator Examination Guidelines: 
Revision 5, Section 3.3.4.  

A technical justification was written in the Steam Generator Degradation 
Assessment for the 2001 Refueling Outage and is included in Appendix G, 
Justification for Exceptions to EPRI PWR Steam Generator Examination 
Guidelines, Rev. 5; G.3, "Tube Plug Visual Inspection". The technical justification 
is for visual examination of tube plugs only.  

A visual inspection was performed of all tubes plugs in both hot and cold legs of 
Steam Generators E-50A and E-50B using a NDE analyst with a VT-2 
qualification. Plugs were examined for signs of leakage, such as boron rings or 
moisture.  

2.9.2 Tube Plug Inspection 

In Steam Generator E-50A, 326 tubes with plugs were inspected. Of the 652 tube 
plugs, 616 plugs were the Combustion Engineering rolled plugs manufactured 
from Inconel-690 and 36 plugs were the Westinghouse Inconel-690 expanded 
mechanical type.  

In Steam Generator E-50B, 324 tubes with plugs were inspected. Of the 648 tube 
plugs, 618 plugs were the Combustion Engineering rolled plugs manufactured 
from Inconel-690 and 30 plugs were the Westinghouse Inconel-690 expanded 
mechanical type.  

2.9.2.1 Steam Generator E-50A 

During the 2001 refueling outage, the visual examination for all tube plugs in E
50A met the acceptance criteria per MSR 2.4.2 GEN-29, "Video Inspection and 
Tube Identification of Steam Generator Tubesheet."
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2.9.2.2 Steam Generator E-50B 

During the 2001 refueling outage, the visual examination for all tube plugs in E
50B met the acceptance criteria per MSR 2.4.2 GEN-29, "Video Inspection and 
Tube Identification of Steam Generator Tubesheet." 

Table 6: Tube Plug Inspection 2001 

Steam ABB/CE Westinghouse Total Plugs 
Generator Rolled Plugs Mechanical Plugs Inspected 

Inspected Inspected 
E-50A 616 36 652 

E-50B 618 30 648 

2.10 SECONDARY SIDE INSPECTION 

The secondary side inspection included bundle flushing, sludge lancing, and 
foreign object search and retrieval (FOSAR) with remote video inspections.  

2.10.1 Secondary Side Visual Inspection Original Scope 

2.10.1.1 Top Of Tubesheet Inspections 

A FOSAR inspection was completed on the hot and cold legs of both steam 
generators at the top of the tubesheet at the periphery using the shell wrapper 
annulus transport system (SWATS). Foreign objects were identified in both steam 
generators included demister wire weld slag and sludge rocks. A nail was found in 
E-50A. A piece of weld wire was found in E-50B. Foreign objects were removed 
using FOSAR equipment.  

2.10.2 Sludge Lancing Scope 

2.10.2.1 Bundle Flush 

A bundle flush was completed on each steam generator concurrent with sludge 
lancing, which consisted of high-pressure condensate water being sprayed at the 
top of the tube bundle including the eggcrates lattice support plates to wash down 
any loose sludge.  

2.10.2.2 Sludge Lancing 

Sludge lancing was completed on both steam generators concurrent with bundle 
flushing. High-pressure condensate was sprayed from an articulating lance system 
between the tube columns while peripheral headers create an annulus flow to aid 
in removal of sludge by the suction headers. The sludge and condensate water
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slurry was passed through a filter system where the sludge was removed and 
condensate recycled.  

3.0 STEAM GENERATOR EDDY CURRENT SUMMARY 2001 REFUELING 
OUTAGE

3.1 STEAM GENERATOR E-50A SUMMARY FOR PLUGGING

A total of 14 tubes were plugged in E-50A in the 2001 refueling outage. Steam 
generator tube plugging is accomplished using Palisades Steam Generator 
procedure MRS 2.3.2, "Mechanical Plugging of Steam Generator Tubes." A listing 
of tube plugging for the 2001 refueling outage is as follows: 

Table 7: Steam Generator E-50A Tube Plugging 2001 

Outage SG Row Column Location Reason For Plugging 
2001 E-50A 2 1 TSH Single Axial Indication 

(SAI) 
2001 E-50A 33 32 02H Loose Part Wear 

2001 E-50A 32 33 02H Loose Part-No Wear 

2001 E-50A 34 33 02H Loose Part Wear 

2001 E-50A 33 34 02H Loose Part Wear 

2001 E-50A 35 34 02H Loose Part Wear 

2001 E-50A 49 46 VS4 39% Wear, Preventively 

2001 E-50A 69 70 TSH Single Volumetric 
Indication (SVI) 

2001 E-50A 98 91 VS2 46% Wear 

2001 E-50A 129 106 TSH Loose Part Wear 

2001 E-50A 98 107 VS6 40% Wear 

2001 E-50A 125 108 VS1 42% Wear 

2001 E-50A 113 110 VS4 40% Wear 

2001 E-50A 110 111 TSH Loose Part Wear 

After seven cycles of operation, 32 additional tubes in Steam Generator E-50A 
have been plugged. This brings the total of plugged tubes in E-50A to 340 tubes.  
There are 7879 active tubes with 4.14% of the tubes plugged in this steam 
generator.
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3.2 STEAM GENERATOR E-50B SUMMARY FOR PLUGGING

Fifteen tubes total were plugged in E-50B. Steam generator tube plugging is 
accomplished using Palisades Steam Generator procedure MRS 2.3.2, 
"Mechanical Plugging of Steam Generator Tubes." A listing of tube plugging for 
the 2001 refueling outage is as follows: 

Table 8: Steam Generator E-50B Tube Plugging 2001 

Outage SG Row Column Location Reason For Plugging 
2001 E-50B 44 25 VS4 41% Wear 

2001 E-50B 47 26 VS4 40 % Wear 

2001 E-50B 99 26 VS4 45% Wear 

2001 E-50B 106 43 VS4 37% Wear, Preventively 

2001 E-50B 106 47 VS4 37% Wear, Preventively 

2001 E-50B 66 65 TSH Single Volumetric 
Indication (SVI) 

2001 E-50B 135 66 08C 41% Wear 

2001 E-50B 47 100 VS4 42% Wear 

2001 E-50B 49 100 VS4 44% Wear 

2001 E-50B 41 104 VS4 39% Wear, Preventively 

2001 E-50B 59 108 TSH Single Axial Indication 
(SAI) 

2001 E-50B 44 109 VS4 45% Wear 

2001 E-50B 42 121 VS4 41% Wear 

2001 E-50B 47 124 VS4 37% Wear, Preventively 

2001 E-50B 72 147 VS4 37% Wear, Preventively 

After seven cycles of operation, 30 additional tubes in Steam Generator E-50B 
have been plugged. This brings the total of plugged tubes in E-50A to 339 tubes.  
There are 7880 active tubes with 4.12% of the tubes plugged in this steam 
generator.  

Table 9: Steam Generator Support Structure Nomenclature

Abbreviation Support Structure 
DBH Diagonal Strap-Hot Side 
DBC Diagonal Strap -Cold Side 
TEC End of Tubesheet-Cold Side
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TEH End of Tubesheet-Hot Side 
TSC Top of Tubesheet-Cold Side 
TSH Top of Tubesheet-Hot Side 
VS1 First Vertical Strap 
VS2 Second Vertical Strap 
VS3 Third Vertical Strap 
VS4 Fourth Vertical Strap 
VS5 Fifth Vertical Strap 
VS6 Sixth Vertical Strap 
VS7 Seventh Vertical Strap 
02H Second Eggcrate - Hot Side 
08C Eighth Eggcrate - Cold Side

3.3 STEAM GENERATOR SECONDARY SIDE INSPECTION SUMMARY 
2001 REFUELING OUTAGE 

In the 2001 refueling outage the tubesheet annulus was inspected using a video 
probe in E-50A and E-50B hot and cold legs. Foreign objects were identified in 
both steam generators included demister wire weld slag and sludge rocks. A nail 
was found in E-50A. A piece of weld wire was found in E-50B. Foreign objects 
were removed using foreign object search and retrieval (FOSAR) equipment. The 
nail and weld wire were found in contact with steam generator tubing when 
removed. The tube(s) location was identified and eddy current data examined for 
wear. No degradation from wear or volumetric indications was detected. The 
demister wire, weld slag and sludge rock were found in the annulus and were not 
in contact with steam generator tubes. A cleanliness video was completed and 
reviewed for acceptance prior to completion of the FOSAR activity.  

Both steam generators had an upper bundle flush completed. The amount of 
sludge removed during the upper bundle flush was 33 pounds per steam 
generator. Both steam generators had sludge lancing completed on the hot leg 
tubesheet. Eight pounds of sludge was removed per steam generator during 
sludge lance operations.  

4.0 ASSESSMENT OF ACTIVE AND POTENTIAL DEGRADATION MECHANISMS 

4.1 STEAM GENERATOR TUBE INSPECTION TECHNIQUES 

To disposition steam generator tube degradation in accordance with the repair 
limits in Palisades Technical Specifications and 10 CFR Part 50 Appendix B the 
inspection process must be capable of: 

1) detecting indications of tube degradation, 
2) characterizing the indications, and 
3) accurately sizing the depth of degradation.
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Palisades uses the requirements in the American Society of Mechanical Engineers 
(ASME) Code, Sections XI and V, 1989 edition and NRC Regulatory Guide 1.83, 
"Inservice Inspection of Pressurized Water Reactor Steam Generator Tubes" as 
the basis for sizing techniques. EPRI Steam Generator Examination Guidelines: 
Revisions 3 through 5, Appendix H, "Qualification Data Sets" and qualifications 
completed by Consumers Energy provide support for sizing degradation specific 
mechanisms. Within Table 10, " Palisades Steam Generator Active Degradation 
Mechanisms," is a list of active degradation mechanisms by degradation 
mechanism, location in or on the steam generator tube, authorized eddy current 
probe, the Palisades qualified eddy current techniques acquisition technique 
sheets (ACTS), the EPRI qualified technique (ETSS), NDE probability of detection, 
and NDE detection threshold at a 50% probability of detection.  

Table 11, "Palisades Steam Generator Potential Degradation Mechanisms" is a 
list of all potential degradations, some of which are monitored but not active 
like wear at vertical straps, diagonal bars and eggcrates.  

Table 10: Palisades Steam Generator Active Degradation 
Mechanisms

18

Degradation Location Authorized ACT ETSS POD Detection 
Mechanism Probe Threshold 

50% POD 

31 PWSCC Row 1&2 U- Mid range plus PAL-04 #96511.1 0.91>27%TW 40% TW 
In SG E-50A bends point PAL-05 #96511.2 

0.610" dia 
Axial ODSCC Hot leg TTS Plus Point PAL-03 #20409.1 0.86>50%TW 46% TW 
In SG E-50B expansion 0.610" dia #96404.3 0.91>50%TW 46% TW 

transition 
Structure Wear Vertical strap Bobbin PAL-01 #96004.3 0.95>40%TW 5% 
In SG E-50B 10.610" dia I I
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Table 11: Palisades Steam Generator Potential Degradation Mechanisms

Degradation Location Authorized ACT ETSS POD Detection 
Mechanism Probe Threshold 

50% POD 
Potential All Bobbin PAL-01 #96001.1 0.83>50%TW 21% TW 
FSDs 0.610" dia 
Axial PWSCC Row 1&2 U- Mid range plus PAL-04 #96511.1 0.91>27%TW 40% TW 

bends point PAL-05 #96511.2 
0.610" dia 

Axial PWSCC Row 1&2 U- High freq. Plus PAL-04 #99997.1 0.91 >27%TW 40% TW 
bends point PAL-05 #99997.2 

0.610" dia 
Circumferentia Hot leg TTS Plus Point PAL-03 #20409.1 0.86>50%TW 46% TW 
I ODSCC expansion 0.610" dia #96404.3 0.91>50%TW 46% TW 

transition 
Axial PWSCC Hot leg TTS Plus Point PAL-03 #20511.1 0.87>37%TW 37% TW 

expansion 0.610" dia PAL-04 
transition 

Axial PWSCC Tack roll Plus Point PAL-03 #20511.1 0.87>37%TW 37% TW 
region of non 0.610" dia 
full depth 
expanded 
tubes 

Axial ODSCC Non-dented Bobbin PAL-01 #96008.1 0.86>40%TW 13% TW 
TSP 0.610" dia 
intersections 

Axial ODSCC Freespan Bobbin PAL-01 #96008.1 0.86>40%TW 13% TW 
0.610" dia 

Axial ODSCC Freespan Bobbin PAL-01 (W) SG- 0.90>60%TW 50% TW 
dings>5 volts 0.610" dia 99-03

005 
Axial ODSCC Freespan Plus Point PAL-03 #20409.1 0.86>50%TW 61% TW 

dings>5 volts 0.610" / 0.580" PAL-04 #96404.3 0.91>50%TW 46% TW 
dia 

Tube Wear Vertical strap Bobbin PAL-01 #96004.3 0.95>40%TW 5% 
0.610" dia 

Tube Wear Diagonal bar Bobbin PAL-01 #96004.3 0.95>40%TW 5% 
10.610" dia I I I 

Tube Wear Eggcrates Bobbin PAL-01 #96004.3 0.95>40%TW 5% 
0.610" dia I

Tube Wear 
(loose parts)

TTS 
periphery & 
tubelane

Bobbin 
0.610" dia

PAL-01 #96001.1 0.83>50%TW 21% TW
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Table 12: Palisades Steam Generator Secondary Side Degradation Mechanisms 

Degradation Location Inspection Inspection Comments 
Mechanism Technique Frequency 
Tube damage by Tubes above Plus Point RPC Each outage Same as scope for 
loose parts support structures Bobbin tubing 
Upper internals Moisture separator Visual Per degradation Completed in 
erosion/corrosion can deck UT assessment Maintenance 

Outage Feb 2000 

ODSCC at TTS due Top of the tubesheet Plus Point RPC Each outage Same scope as for 
sodium intrusion OD tubing 
Shell weld cracking Transition zone weld UT, visual on ID Per ISI schedule Included in 10 year 

for ID surface flaw ISI program 
Wrapper weld Welds at wrapper Visual inspection Per degradation Completed in 
failure at support support blocks video probe assessment Maintenance 
blocks Outage Feb 2000 
Cracking of Wrapper near Visual inspection Per degradation Completed in 
wrappers at supports video probe assessment Maintenance 
supports Outage Feb 2000 
Feedwater ring and Feedwater ring and UT, visual on ID Per degradation Completed in 1998 
nozzle cracking nozzle welds for ID surface flaw assessment refueling outage 
FAC at eggcrates Eggrates Visual inspection Per degradation Completed in 1999 

video probe (Not assessment refueling outage 
FAC susceptible)

4.2 ACQUISITION TECHNIQUE SHEETS AND ANALYSIS TECHNIQUE 
SHEETS 

Palisades acquisition technique sheets (ACTS) and analysis technique 
sheets (ANTS) list all analysis and acquisition parameters to be used for 
the eddy current inspection. These ACTS and ANTS are referenced in 
Palisades Steam Generator procedure MRS 2.4.2 PAL-42, "Steam 
Generator Data Analysis Techniques." The following listing corresponds to 
the Palisades ACTS and ANTS numbers to be used for these probe types: 

1. Bobbin probe - ACTS Nos PAL-01-01 and PAL-02-01, ANTS No PAL
A-01.  

2. 3 coil plus point RPC (with .115" pancake and .080" HF pancake) 
ACTS No PAL-03-01 and ANTS No PAL-B-01.  

3. U-bend single mag-biased plus point - ACTS No PAL-04-01 and 
ANTS No PAL-C-01.  

4. U-bend single .110" pancake coil - ACTS No PAL-05-01 and ANTS 
No PAL-D-01.
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5.0 CONDITION MONITORING FOR 2001 REFUELING OUTAGE 
(OUTAGE15) / OPERATIONAL ASSESSMENT CYCLE 16 

5.1 ODSCC AT THE TOP OF THE TUBESHEET 

5.1.1 2001 Axial ODSCC Indication Top of Tubesheet SG E-50B 

One tube, R 59 C108, in Steam Generator (SG) E-50B was found to 
contain a single axial ODSCC indication just above the hot leg top of 
tubesheet. The flaw was reported from 0.14 inch to .036 inch above the 
tubesheet. Evidence of sludge deposit was found coincident with the flaw.  
The flaw parameters are as follows: 

Table 13: Axial ODSCC Indication Flaw Parameters 

Flaw Length Maximum Depth Average Depth Plus Point Amplitude 
0.22 inch 42% throughwall 16% throughwall 0.16 volts 

5.1.2 Condition Monitoring In 2001 Refueling Outage 

This indication was screened against in-situ screening parameters 
developed in the Steam Generator Degradation Assessment for 2001 
Refueling Outage. Pressure testing was not required.  

When sizing uncertainty statistical adjustment consistent with EPRI tube 
integrity guidelines are applied, the predicted burst pressure is 7027 psi 
using the Westinghouse throughwall burst calculation, 6627 psi using the 
Argonne National Laboratory (ANL) ligament-tearing model. This does not 
exceed the structural performance criterion, which is 3 times the normal 
operating pressure differential, or 3948 psi.  

5.1.3 Operational Assessment For Cycle 16 

Based on the 2001 condition monitoring results, axial ODSCC at the top of 
the tubesheet in Steam Generator E-50B is an active damage 
mechanism for the 2003 refueling outage.  

The average depth growth rate is 11.1% effective full power years (EFPY), 
at a T-hot of 5830F with a 95% confidence factor. For a complete 
operational cycle of 1.29 EFPY, the average depth is 14.3% and length is 
0.20 inch. Using sizing uncertainties established in the Steam Generator 
Condition Monitoring Assessment for the 2001 Refueling Outage, the 
projected Cycle16 burst pressure is 6569 psi using Westinghouse 
throughwall burst model and 5906 psi using the ANL ligament tearing 
model. The projected flaw used the as-reported burst length and burst 
average depth for tube R 59 C108 in E-50B. Again, this does not exceed
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the structural performance criterion, which is 3 times the normal operating 
pressure differential, or 3948 psi.  

Based on observed axial ODSCC degradation and corresponding growth 
rates for Operational Cycle 15, it is anticipated that structural tube integrity 
and leakage integrity will be maintained during Operational Cycle 16.  

5.2 WEAR 

5.2.1 Condition Monitoring In 2001 Refuelinq Outage 

5.2.1.1 Wear Growth Evaluation for 2001 Refueling Outage Inspection 

During the 2001 refueling outage, inspection wear indications were 
observed at eggcrates, vertical straps hot and cold leg diagonal bars. These 
wear indications were sized using the bobbin coil and a qualified sizing 
technique (ETSS 96004.3).  

The maximum observed depth for a wear indication was 46% throughwall in 
Steam Generator E-50A. The EPRI tube integrity guideline uncertainty is 
10.94%. The maximum depth is conservatively represented at 56.94% 
throughwall, which is less than the structural limit depth of 62% for an 
assumed 2 inch long uniform deep wear scar.  

5.2.1.2 Vertical Strap Wear 

The summary of tubes with vertical strap wear is as follows (highest 
percentage per tube): 

Table 14: Vertical Strap Wear 2001 

S/G # Tubes <20% # Tubes 20-29% # Tubes 30-39% # Tubes 40% 
E-50A 82 87 21 4 

E-50B 66 178 67 7

5.2.1.3 Diagonal Bar Wear 

The summary of tubes with diagonal bar wear is as follows (highest 
percentage per tube):
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Table 15: Diagonal Bar Wear 2001

S/G # Tubes < 
E-50A 12 

E-50B 3

:20% # Tubes 20-29% # Tubes 30-39% # Tubes 40% 
6 3 0 

10 2 0

5.2.1.4 Eggcrate Wear 

All eggcrate support plate with new indications or with indications that were 

plus point RPC tested in previous outages which exhibited any change or 

growth from bobbin history were RPC tested during the 2001 refueling 

outage and confirmed that wear is the only damage mechanism occurring.  

There were 48 tubes in Steam Generator E-50A and 40 tubes in Steam 

Generator E-50B, which were reported as having a DSI (distorted support 

indication) from bobbin, were plus point RPC tested and reported as VOL 

(volumetric indication where qualified sizing technique is available). The 

indications were then sized by bobbin using the EPRI qualified method of 

sizing using a volts curve from the 300/150 kHz absolute mix on tapered 

wear scars on the standard.  

All of the remaining DSI's reported by bobbin were at supports. There were 

7 DSI's in Steam Generator E-50A and 15 DSI's in Steam Generator E

50B, which were plus point RPC tested and found to have no reportable 

degradation. They were subsequently changed to distorted support signal 

(DSS) on bobbin for tracking in future inspections. One indication at a 

support plate showed a 41% throughwall wear at the eighth cold leg 

eggcrate.  
The summary of tubes with eggcrate support wear is as follows (highest 

percentage per tube): 

Table 16: Eggcrate Support Wear 2001 

3 # Tubes <20% # Tubes 20-29% # Tubes 30-39% # Tubes 4( 

-50A 37 21 2 0 

50B 10 25 7 1 

5.2.2 Operational Assessment For Cycle 16 

In the 1999 refueling outage in Steam Generator E-50B, one tube R99 

C140, had a 67% wear indication. This indication was evaluated and 

satisfied the structural integrity performance criterion for our steam 

generator tubing. In subsequent outages we will perform bobbin
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inspections of all surrounding tubes to monitor for this type of wear. If wear 
of greater than 20% or growth of greater than 10% per cycle is reported 
then stabilization of this area would be required. There is a requirement that 

through the 2007 refueling outage that we RPC test the surrounding tubes 

to verify if there is any wear at this location.  

The largest structural wear indication left inservice following the 2001 

refueling outage was 38% throughwall in Steam Generator E-50A and 36% 

throughwall in Steam Generator E-50B. Structure wear growth rates were 

for E-50B were larger than E-50A. As a result, indications greater than or 

equal to 37% throughwall were repaired in E-50B. The EPRI uncertainty 
sizing is 10.94%. Adding growth at a 95% confidence results in an 

Operational Cycle 16 maximum wear depth of 63.6%. The plus point RPC 

length evaluation of the larger wear indications in E-50B resulted in a 

maximum reported flaw length of 1.40 inch. For this flaw length, using 

limiting threshold limit (LTL) material properties, the associated structural 

limit is 64.7% throughwall for a uniformly deep wear scar. Using the 10% 

burst capability allowance for tapered wear, the structural limit is 68.3% for 

a 1.40 inch long wear scar at LTL material properties. The maximum 
projected wear depth for Operational Cycle 16 remains bounded by the 
structural limit.  

Steam Generators E-50A and E-50B wear indication growth was reviewed 

and compiled from the last operational cycle. The observed structure wear 

growth rates in Steam Generator E-50A is not considered an active damage 

mechanism. The observed wear growth rates in Steam Generator E-50B is 

considered an active damage mechanism for wear as defined in EPRI 

PWR Steam Generator Examination Guidelines: Revision 5 for the 2003 
refueling outage.  

Based on observed structural wear degradation and corresponding growth 

rates for Operational Cycle 15, it is anticipated that structural tube integrity 

and leakage integrity will be maintained during Operational Cycle 16.  

5.3 AXIAL PRIMARY WATER STRESS CORROSION CRACKING 
(PWSCC) 

5.3.1 2001 Axial U-Bend Indication SG E-50A 

Steam Generator E-50A plus point U-bend testing found a single axial 

indication (SAI) in tube Row 2 Column 1 at the apex. Tube R2 C1 was 

tested with both a mid-range and a high frequency coil for a total of four 

tests. The R2 C1 indication was more prominent with the mid-range plus 

point coil than with the high frequency coil. Eddy current analysis on R2 C1 
was reviewed from 1996, 1998, 1999 and 2001 data. A review of the R2 
C1 1996 and 1998 inspection data indicates a no detectable degradation
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(NDD) condition. A review of the R2 C1 1999 inspection data indicates that 

a.precursor signal is observable but non reportable. The 2001 Row 1 & 2 

U-bend database in both steam generators were reanalyzed. No additional 

flaw-like indications were found.  

The R2 C1 flaw length and average depth were completed with the 300 kHz 

mid-range, 400 kHz mid-range and 800 kHz high frequency coils. The most 

conservative of these results were used for sizing. The R2 C1 single axial 

indication did not fail any screening criteria from either the mid-range or 

high frequency coil.  

The data analysis from both coils did not fail the in-situ screening criteria 

established in the Palisades Steam Generator Degradation Assessment for 

the 2001 Refueling Outage. Tube R2 C1 in E-50A has been repaired by 

mechanical plugging.  

5.3.1.1 Axial Indication U-Bend Sizing Data And Integrity Assessment 

Results 

Line by line profile data was performed for the 2001 mid-range data and the 

high frequency data from 2001. The results are summarized below: 

Table 17: Summary of Sizing And Integrity Assessment Results 

Inspection Max Plus Max Ave Burst Pressure Burst Pressure 95/50 

Coil Volts Point Depth Depth As Reported Uncertainties Applied 

and Leng at Profile 

Year th Max 
Volts

300 kHz MR 1.05 0.52" 47% 49.5% 7138 psi (W) 5970 psi (W) 

2001 6758 psi (ANL) 5487 psi (ANL) 

400 kHz MR 1.15 0.54" 35% 39.5% 8383 psi (W) 7109 psi (W) 

9nn0 1 7729 psi (ANL) 6603 psi (ANL)

800K 'zMR .100.45" 38% 39.1% 9218 psi (W) 8070 psi (W) 
2001 8524 psi (ANL) 7331 psi (ANL) 

5;3.1.2 Axial Indication U-Bend In-Situ Screening Values 

This indication was screened against the in situ screening parameters 
developed in the degradation assessment. Pressure testing was not 

required. The results of the 300 kHz mid-range (MR), 400 kHz MR, and 

800 kHz high frequency (HF) sizing analysis were used.  

The 1999 refueling outage data for this tube was reviewed. While the 1999 

refueling outage data was noisier than the 2001 refueling outage data, the 

precursor indication was observable but not reportable. As the maximum
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plus point amplitudes are essentially equal for the 300 kHz, 400 kHz, and 
800 kHz frequencies, if the indication is truly axial PWSCC, the flaw is not 
well developed and likely very shallow. The location of R2 C1 makes it 
inherently susceptible to dings. The possibility that the reported indication 
is nothing more than a ding must be considered. Due to the operation of 
the plus point coil, small dings can be interpreted as shallow axial PWSCC 
indications.  

The predicted burst capability of the reported indication in R2 C1 meets the 
structural performance criterion. The predicted burst pressures provided by 
Table 17: "Summary of Sizing And Integrity Assessment Results" show 
large margins against the structural performance criterion, which is 3 times 
the normal operating pressure differential, or 3948 psi.  

5.3.2 Multiple Axial Indication In Non-Explosively Expanded Tube 

The only active damage mechanism in the 2001 refueling outage was axial 
PWSCC at the roll transition region of non-explosively expanded tubes. No 
additional indications were detected in these tubes in the 2001 refueling 
outage.  

From the historical bobbin data, 8 tubes in Steam Generator E-50A (6 in the 
hot leg and 2 in the cold leg) and 2 tubes in Steam Generator E-50B (2 in 
the hot leg) were determined to not have evidence of explosive tube 
expansion through the tubesheet. For these tubes without expansion plus 
point RPC inspection was performed the entire tubesheet thickness. This 
inspection distance was selected to verify that crevice outside diameter 
stress corrosion cracking (ODSCC) was not occurring at depths below the 
top of tubesheet. One tube, R10 C105, in Steam Generator E-50B, had 
reported multiple axial indications at the hardroll tack expansion transition in 
the 1999 refueling outage.  

5.3.3 Operational Assessment For Cycle 16 

5.3.3.1 Axial ODSCC in the U-Bend 

Axial ODSCC in the U-Bends in Steam Generator E-50A is an active 
damage mechanism for the 2003 refueling outage.  

Table 17: "Summary of Sizing And Integrity Assessment Results" presents 
a summary of the flaw parameters reported for the 300 kHz mid-range, 400 
kHz mid-range and 800 kHz high frequency coil. Burst pressures are 
included for the as reported profile using lower threshold limit material 
property values and with sizing uncertainties included consistent with EPRI 
tube integrity guidelines. The predicted burst pressures provided by Table
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20 show large margins against the structural performance criterion, which is 
3 times the normal operating pressure differential, or 3948 psi.  

Based on observed degradation and corresponding growth rates for 
Operational Cycle 15 it is anticipated that structural tube integrity and 
leakage integrity will be maintained during Operational Cycle 16.  

5.3.3.2 Axial PWSCC in the Tubesheet 

Axial PWSCC at the hardroll transition expansion of non-explosively 
expanded tubes is an active damage mechanism for the 2001 refueling 
outage. The tube population is 8 tubes in Steam Generator E-50A and 2 
tubes in Steam Generator E-50B. All 10 non-explosively under expanded 
tubes were inspected with plus point RPC the full length of the tubesheet in 
the 2003 refueling outage. No additional indications were detected in these 
tubes in the 2001 refueling outage.  

Based on observed degradation and corresponding growth rates for 
Operational Cycle 15, it is anticipated that structural tube integrity and 
leakage integrity will be maintained during Operational Cycle 16.  

5.4 SPECIAL INTEREST INSPECTIONS 

5.4.1 Obstructed/Restricted Tube Condition Monitoring In 2001 
Refueling Outage 

No tubes were found to be obstructed in the 2001 refueling outage. One 
tube in E-50B, R24 C11, was found to be obstructed on the hot leg side just 
above the top eggcrate in the 1999 refueling. This tube was repaired by 
tube plugging. No dings/dents were observed at the location of the 1999 
obstruction. Surrounding tubes were inspected using the bobbin probe.  

5.4.2 Obstructed/Restricted Tube Operational Assessment For 
Operational Cycle 16 

No surrounding tubes need to inspected in the 2003 refueling outage using 
bobbin, since no obstructed tubes were found in the steam generators in 
the 2001 refueling outage. Adjacent tubes will be tested in the 50% bobbin 
scope each refueling outage.  

5.4.3 Permeability Variations Condition Monitoring In The 2001 
Refueling Outage 

Permeability variations (PV) have been reported throughout the industry for 
a number of years. The historical approach to PV has been to rely upon the 
analyst to determine if the PV signal could mask a flaw. For a number of
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years, magnetically biased probes have been used to reduce PV effects, 
however, the use of magnetically biased probes may not totally eliminate 
the PV effects. The following approach to PV was applied at Palisades for 
the 2001 refueling outage inspection.  

Magnetically biased probes will be used to reduce the potential for PV 
effects to mask a flaw. If it is determined that the application of such 
probes is not effective in reducing the PV effects such that an adequate 
inspection cannot be performed, the following PV disposition techniques 
will be applied: 

1) PV signals with bobbin voltage greater than the bobbin voltage 
calibration value for 40% depth wear at strap and bar intersections will be 
repaired.  

2) PV signals coincident with areas of the tube where active degradation 
mechanisms are applicable will be repaired.  

3) PV signals at the top of the tubesheet (TTS) expansion transition down 
to 6" below the TTS in critical area tubes will be repaired for any of the 
following characteristics: 

a. greater than 1 volt by Plus Point RPC 
b. greater than 90° arc length 
c. greater than 0.25 inch axial extent 

4) PV signals coincident with confirmed foreign objects or foreign object 
wear will be repaired.  

5) PV signals identified in an area of the tube where active degradation 
has not been previously identified in the remainder of the tube bundles of 
both steam generators, or an area not subject to structural or leakage 
potential can be permitted to remain in service.  

The regions of the steam generator tube bundles to which item 5 can be 
applied is the hot leg tubesheet greater than 6" below the TTS and the 
freespan region above the expansion transition. For any postulated hot leg 
flaw greater than 6" below the TTS, the potential for tube pullout is 
negligible, as well as the potential for primary to secondary leakage. No 
flaw signals were observed the 2001 refueling outage outside of the sludge 
region critical area or in crevice depths less than 0.4".  

No permeability variations were detected in the 2001 refueling outage.
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5.4.4 Permeability Variations Operational Assessment For 
Operational Cycle 16 

No permeability variations were detected in the 2001 refueling outage.  
Permeability variations will be monitored for in the 2003 refueling outage.  

5.5 AXIAL PRIMARY WATER STRESS CORROSION (PWSCC) IN THE 
TUBESHEET 

5.5.1 Condition Monitoring In The 2001 Refueling Outage 

IN 98-27, "Steam Generator Tube End Cracking" identified concerns with 
steam generator tube failures in once through steam generators (OTSG)s 
due to PWSCC cracking. Tubes in Combustion Engineering steam 
generators are fully explosively expanded within the tube sheet. This is the 
case for Palisades. The NRC recognizes that the expanded design offers 
considerable resistance to leakage, but also recognize that tubesheets will 
require repair for these tubes. They also recognize that traditional 
inspection techniques and analysis procedures may not be adequate.  
Current NDE practice is for a tube-end to tube-end inspection by bobbin 
probe for the inspection population. In all plant tubesheets including 
Palisades only axial indications can be detected. There are no qualified 
EPRI eddy current examination techniques for the detection of 
circumferential indication(s) by bobbin or any other eddy current probe.  

IN 98-27 addresses tube end cracking in once through steam generators at 
the heat affected zone of the tube to tubesheet weld, within ½" of the tube
to-tubesheet weld. The full depth explosive expansion is expected to 
provide for adequate structural and leakage integrity for postulated 
degradation in the heat affected zone of the tube to tubesheet weld. Top 
of the tubesheet PWSCC performance can be considered an approximate 
precursor for development of PWSCC in the heat affected zone.  
Palisades' inspection history suggests that the likelihood to develop 
degradation in the heat affected zone is limited. Should degradation occur 
in the heat affected zone for a non-peripheral tube, tube to tube interaction 
in the u-bend (and square bend) region would preclude tube pull out, and a 
postulated tube rupture event for degradation located approximately 5" 
below the top of the tubesheet. Therefore, inspection of the tube to 
tubesheet weld area is not required to establish steam generator 
operability. Degradation associated with the heat affected zone has not 
been observed in ABB Combustion Engineering steam generators.  

The application of plus point RPC is not qualified for the postulated 
location of the cracking identified in IN 98-27, the plus point RPC 
inspection is considered adequate for the extremely low risk associated 
with non-detection of flaws in the heat affected zone near the weld.
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A technical exception was written in Steam Generator Degradation 
Assessment 2001 Refueling Outage Appendix G, "G.1 Examination of 
Expanded Tubesheet Regions with Bobbin Probes" for circumferential 
indications in the tubesheet 6 inches below the expansion transition. If a 
circumferential indication were detected the Plus Point RPC Top Of The 
Tubesheet inspection program would have been expanded to include 400 
hot leg peripheral tubes in each steam generator. The inspection area was 
conservatively chosen as 6 inches below the top of the tubesheet up to 3 
inches above the tubesheet.  

5.5.2 Operational Assessment For Cycle 16 

No circumferential indications were detected in the Plus Point RPC Top Of 
Tubesheet inspection program. Axial or circumferential PWSCC in the 
tubesheet is not an active damage mechanism for the current operational 
cycle. Axial circumferential PWSCC in the tubesheet will be monitored in 
the 2003 refueling outage Plus Point RPC Top Of Tubesheet inspection 
program.  

5.6 FREESPAN DIFFERENTIAL SIGNAL INDICATIONS 

5.6.1 Condition Monitoring In The 2001 Refueling Outage 

In order to address current regulatory concerns, an extensive history 
review was performed during the inspection. All freespan indications 
reported by bobbin were reviewed in baseline history. If the indication 
showed no significant change from 1990 baseline to the present, it was 
reported as freespan differential signal (FSD) with a history review 
comment to designate that it was reviewed. Those indications, which either 
could not be detected or showed a change from baseline history were 
reported as an "I" code (NQI, non-quantifiable indication) and plus point 
RPC tested. A total of 11 indications in Steam Generator E-50A and 22 
indications in Steam Generator E-50B were reported as an "I" code in the 
frespan and showed no degradation when tested with plus point RPC. NQI 
calls were then changed to non quantifiable signal (NQS) for future 
tracking. The result of the freespan bobbin indications resolved to non
repairable status by history review is as follows: 

Table 18: Freespan Differential Signals / Tube History Review

Steam Freespan Tubes With 
Generator Differential History Review 

Signals (FSD) 
E-50A 360 250 

E-50B 578 446
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5.6.2 Operational Assessment For Cycle 16 

Palisades will continue to monitor freespan differential signals (FSD) 
indication each refueling outage. They were originally identified as 
manufacturing burnish marks (MBM) and will be confirmed with a history 
review and if not found dispositioned by examination with plus point RPC.  
All tubes examined by bobbin in the 2003 refueling outage will have FSD 
indications in the freespan areas reviewed for history. Any areas that have 
significant change or not present in history will be examined using a 
qualified plus point RPC method.  

5.7 DENTS 

Palisades does not have any dents in the replacement steam generators.  
No dents in the Palisades replacement steam generators have been found 
that conform to the EPRI PWR Steam Generator Examination Guidelines, 
Revision 5 definition of a dent, which is defined in this EPRI document 
(Appendix F), as "a local reduction (plastic deformation) in the tube 
diameter due to a buildup of corrosion products (magnetite)".  
Denting is and will be monitored for during the 2003 refueling outage 
bobbin coil examination. If any bobbin coil indications are confirmed with 
plus point RPC testing as a degradation mechanism, then we will expand 
the denting scope per the 2003 degradation assessment.  

5.8 DINGS 

5.8.1 Condition Monitoring In The 2001 Refueling Outage 

During the assembly of Palisades' replacement steam generators, some 
minor dings occurred. Dings in the Palisades replacement steam 
generators have been found that conform to the EPRI PWR Steam 
Generator Examination Guidelines, Revision 5 definition of a ding, which is 
defined in this EPRI document (Appendix F), as "a local reduction (plastic 
deformation) in the tube diameter caused by manufacturing, support plate 
shifting, vibration or other mechanical means".  

This resulted in 420 tubes with dings in Steam Generator E-50A and 155 
tubes with dings in Steam Generator E-50B. These dings were identified 
with bobbin coil examination during the preservice inspection. In 
approximately 6 tubes, dings exist in the stainless steel eggcrate support 
plate area. The dings are within the vertical strap area in approximately 
95% of the dinged tubes. Palisades has very few dings that occur in the 
support plate, free span, and diagonal bar areas.  

In Steam Generator E-50B 21 tube with bobbin ding indications greater 
than 5.0 volts in the hot leg freespan were plus point RPC tested. Also on
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E-50B 40 tubes with bobbin ding indications greater than 5 volts at the 
vertical straps were plus point RPC tested. The examination concentrated 
on VS-4 between rows 20-30. No additional ding scope was performed in 
Steam Generator E-50A. Dings less than or equal to 5 volts were 
monitored down to 2 volts during bobbin coil examination.  

As the tubes are not constrained due to the design of the vertical straps, 
diagonal bars, and eggcrates such that a postulated axial or circumferential 
flaw would be precluded from burst, all dings are considered to act like 
freespan dings.  

Monitoring for detection of axial ODSCC at freespan dings (including 
vertical straps, diagonal bars, and eggcrates) was performed using bobbin 
coil calling criteria established by Westinghouse report SG-99-03-005, 
"Appendix H Certification of Bobbin Coil Detection Performance in 
Freespan Dings". The bobbin qualification applies to freespan dings less 
than or equal to 5 volts.  

5.8.2 Operational Assessment For Cycle 16 

No axial ODSCC has been detected in Palisades steam generators 
freespan dings. The sample inspection of 42% of the freespan dings in 
Steam Generator E-50B in the 2001 refueling outage showed no 
degradation. Axial ODSCC for freespan dings greater than 5 volts is not 
an active damage mechanism and will be tested in the 2003 refueling 
outage. Dings less than or equal to 5 volts down to at least 2 volts will be 
monitored with bobbin in the 2003 refueling outage.  

5.9 POSSIBLE LOOSE PARTS AND VOLUMETRIC INDICATIONS 

5.9.1 Condition Monitorinq In The 2001 Refueling Outage 

During the 2001 refueling outage six tubes were plugged as a result of 
loose part wear in Steam Generator E-50A. One additional tube was 
preventively plugged in E-50A in same area. A condition report 
CPALO 101481 has been written for documentation and tracking in history 
of possible loose parts (PLP). Eddy current testing (ET) results identified 
86 total instances of PLP that would be on the secondary side of the two 
steam generators. The ET technique is referred to as plus point RPC for 
the top of the tube sheet. This technique looks at + 3 inches from the 
upper face of the tube sheet. This is an increase of 20 PLP since 1999 
refueling outage. A total of 29 new PLP indications were reported in 
Steam Generator E-50A. A total of 12 new PLP indications were reported 
in Steam Generator E-50B. The PLP locations have been compared with 
historical data from 1998 and 1999 refueling outages. In the 1999 refueling 
66 PLP were tracked.
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A review was completed of the foreign object search and retrieval 
(FOSAR) inspection video from the most recent 2001 refueling outage.  
There were six indications of loose parts wear in E-50A that required repair 
by tube plugging. All loose part tube wear was located in the second hot 
leg eggcrate location. One additional tube was preventively plugged in the 
immediate vicinity of this loose part, which was in contact with the loose 
part but showed no wear. The loose part was not detected in original 
scope or scope expansion was believed to be at the periphery annulus in 
either the cold or hot top of tubesheets. All retrievable loose parts were 
removed from both the cold and hot leg tubesheets.  

Two additional loose parts, a nail in E-50A and weld wire in E-50B were 
found in contact with tubes, at the top of the tubesheet and at the 
periphery. Eddy current testing results showed no wear or volumetric 
indications. Both loose parts were removed and these tubes were left 
inservice.  

Steam Generator E-50A and E-50B had one tube each with a single 
volumetric indication (SVI). Both volumetric indications occurred at the top 
of the hot leg tubesheet and were not associated with a PLP indication.  
The volumetric indication may be a result of loose part pitting or scratching.  
Both tubes were removed from service and repaired by tube plugging.  

5.9.2 Loose Part Operational Assessment For Cycle 16 

In the 2003 refueling outage all tubes with recorded PLP in the 2001 
refueling outage will be plus point RPC tested. All tubes tested by plus 
point RPC and bobbin will be reviewed for PLP. All PLP will be tracked in 
history.  

A Foreign Object Search And Retrieval (FOSAR) video inspection will be 
preformed in the hot and cold legs of both steam generators. Any possible 
loose parts identified in the periphery will be looked for in the FOSAR 
video.  

5.10 TUBE PLUG INSPECTIONS 

5.10.1 Condition Monitoring In The 2001 Refueling Outage 

During the 2001 refueling outage the visual examination for all tube plugs in 
Steam Generator E-50A and E-50B met the acceptance criteria per MSR 
2.4.2 GEN-29, 'Video Inspection and Tube Identification of Steam 
Generator Tubesheet."
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5.10.2 Operational Assessment For Cycle 16 

The condition of all tube plugs in Steam Generator E-50A and E-50B hot 
and cold legs are acceptable for the next operational cycle. The condition 
of these tube plugs will be reviewed in the 2003 refueling outage and all 
subsequent refueling outages.  

5.11 SECONDARY SIDE INSPECTIONS 

5.11.1 Condition Monitoring In The 2001 Refueling Outage 

Visual inspection of the steam generator secondary side is recommended 
by NEI 97-06, "Steam Generator Program Guidelines", to prevent tubing 
degradation by foreign object control. Steam generator secondary side 
inspections, bundle flushes and sludge lancing was addressed as 
Palisades' response to Generic Letter 97-06, "Steam Generator Internals 
Degradation".  

In our NEI 97-06 required degradation assessment we have one observed 
degradation type on the secondary side: 

* Tube damage induced by loose parts, was detected in 1996, 1998 
and 2001 refueling outages.  

Palisades also has one susceptible degradation type on the secondary 
side: 

* Outside diameter stress corrosion cracking at the top of tubesheet 
due to sodium intrusion 

Palisades has five potential degradation types that we do not appear to be 
susceptible to: 

"* Shell weld cracking 
"* Wrapper weld failure at support blocks 
"* Cracking of wrappers at supports 
"* Feedwater ring and nozzle cracking 
"* Flow accelerated corrosion at eggcrates 

The 2001 refueling outage secondary side inspection consisted of an 
inspection of the top of the hot and cold leg annulus region for loose parts 
using FOSAR. All loose parts identified were removed. No loose part 
damage was visually identified.  

The comprehensive steam generator secondary side inspection in 1999 
refueling outage indicates that Palisades does not appear to be

34

Palisades Nuclear Plant



Steam Generator Tube Integrity Assessment 2001 Refueling Outage

susceptible to weld failure internally at the support structures and 
eggcrates, cracking on components above the moisture separator can 
deck, Flow Accelerated Corrosion examinations at feedring and nozzle 
were completed in the 1998 refueling outage and found very little 
degradation. Shell weld cracking is included in the 10 year ISI program.  

To address tube damage induced by loose parts plus point RPC and 
bobbin tube examination was utilized. Potential loose parts will be 
monitored from previous refueling outages as well as new potential loose 
parts.  

5.11.2 Operational Assessment For Cycle 16 

Two issues have increased Palisades' susceptibility on the secondary side, 
sodium intrusion and possible foreign material intrusion due to extensive 
secondary side work during the 1999 and 2001 refueling outages. EPRI 
Steam Generator Reference Book recommends sludge lancing be 
considered for each refueling outage. The sodium intrusion event has 
introduced sodium at the crevices. EPRI Steam Generator Reference Book 
also recommends tubesheet crevice flushing be considered each refueling 
outage. Sodium in the form of sodium hydroxide does exist at the 
tubesheet crevice from hideout return chemical analysis.  

Sludge lancing and an upper bundle flush are both recommended for both 
steam generators in the 2003 refueling outage.  

Foreign object search and retrieval (FOSAR) is recommended on both 
steam generators as minimum effort to prove loose parts do not exist on 
the secondary side. Both steam generators were opened after FOSAR in 
2001 refueling outage. Palisades does not have a steam generator 
secondary side loose parts monitor and our primary tube inspection is 50% 
bobbin examination each outage. The 50% bobbin scope is set up to test 
every other tube. Tubes not tested are in close enough proximity to tested 
tubes to detect possible loose parts. Any existing possible loose part 
(PLP) is tracked each refueling outage and documented in a single 
condition report. The minimum steam generator inspection each refueling 
outage is a 50% bobbin examination encompassing all possible loose parts 
and a FOSAR inspection at the top of tubesheet annulus for both hot and 
cold sides with sludge lancing and an upper bundle flush.  

5.12 SECONDARY SIDE WATER CHEMISTRY SODIUM INTRUSION 

5.12.1 Condition Monitoring For The 2001 Refueling Outage 

Secondary system chemistry control includes the addition of morpholine, 
hydrazine (or carbohydrazide) and boric acid. Impurities and chemical
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hideout are reduced using steam generator blowdown flow to blowdown 
demineralizers and high quality makeup water.  

Morpholine addition is the primary means of secondary system chemistry 
pH control. Morpholine normal values range from 5 to 10 ppm. Ammonia, 
from the breakdown of hydrazine also aids in pH control. Steam generator 
pH is maintained above 7.5 and feedwater pH is maintained between 9.7 
and 9.9. The high feedwater pH helps to control iron transport to the steam 
generators.  

Palisades has adopted operation at elevated hydrazine levels (for oxygen 
scavenging) into its secondary chemistry control program. Normal 
hydrazine levels are controlled between 80 and 100 ppb. The control 
strategy is one suggested by the EPRI Secondary Water Chemistry 
Guidelines in order to increase the resistance of steam generator tubing to 
intergranular attack/stress corrosion cracking (IGA/SCC) and pitting. Boric 
acid is also used to aid in the inhibition of IGA/SCC.  

Secondary system chemistry control for Cycle 15 was dominated by a 
sodium intrusion event upon exit from the 1999 refueling outage. This 
contaminant ingress situation dictated chemistry control efforts for the first 
half of the operating cycle and resulted in: 

"* An extended period of reduced power holds in order to 
minimize time spent in chemistry conditions near the Action 
1 levels of the EPRI chemistry guidelines.  

"* A planned plant shutdown to induce steam generator 
crevice hideout return thus expelling sodium from crevices.  

"* Employment of molar ratio control by means of chloride 
injection to the secondary system.  

The mitigation effect of the February 2000 planned shutdown was effective 
in removing some accumulated sodium ion, and also allowed for 
assessment of the crevice chemistry. Due to two subsequent shutdowns 
during Cycle 15, additional contaminants were removed. Palisades 
anticipates that the current steam generator crevice condition has been 
restored to "pre sodium intrusion" conditions.  

5.12.2 Operational Assessment For Cycle 16 

The secondary system chemistry control for Cycle 15 conformed with all 
industry guidance. The INPO chemistry index was 1.02 (compared to an 
optimal value of 1.00) for the 12 months prior to February 2001. The 
chemistry control program utilizes the addition of boric acid for steam 
generator IGA/SCC mitigation, morpholine for pH control, and hydrazine 
for assuring reducing conditions within the feedwater system, as well as
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the steam generators. Chloride ion was injected into the condensate 
during the period of February through April 2000, to balance the sodium 
levels. Subsequent shutdowns indicated the injection was effective in 
balancing the sodium to chloride molar ratio. Chloride injection was 
suspended in May 2000. Latter assessment indicated that chloride 
injection was no longer necessary.  

Sodium intrusion was discussed with EPRI chemists and NWT nuclear 
industry chemistry consultants. Palisades secondary water chemistry 
efforts to remove contaminants after the initial startup following the 1999 
refueling outage and the hideout return cleanup during the subsequent 
maintenance outage mitigated the sodium intrusion. The result should not 
increase the onset of inner granular attack / stress corrosion cracking 
(IGA/ODSCC) predicted for Palisades mill annealed Alloy 600 steam 
generator tubing.  

At the request of Palisades Engineering Programs, EPRI compared plants 
(Prairie Island 1, Prairie Island 2 and Waterford 3) with similar tubing, 
secondary and primary water chemistry and T-hot to Palisades. This was 
completed to compile a prediction curve for the onset of outside diameter 
stress corrosion cracking (ODSCC). The onset of our expected major 
degradation type, ODSCC at the top of the tubesheet, is not predicted to 
occur until 12.4 full power years starting from the beginning of the current 
operational cycle. This should coincide with the 2015 refueling outage.  

6.0 CONDITION MONITORING CONCLUSION FOR THE 2001 REFUELING 
OUTAGE 

Based on 2001 refueling outage inspection results, no tubes contained 
indications, which represented a challenge to structural or leakage integrity 
performance criterion and all condition monitoring requirements are 
satisfied. Observed wear indications due to steam generator internal 
structure interaction had burst capability well in excess of the three times 
steam generator operational differential pressure limit.  

7.0 OPERATIONAL ASSESSMENT EVALUATION FOR CYCLE 16 

Based on the observed degradation and corresponding wear growth rates 
for Operational Cycle 15, Palisades' steam generators are expected to 
satisfy the NEI 97-06 structural and leakage integrity performance criterion 
in Operational Cycle 16.
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9.0 APPENDIX 

9.1 DEFINITIONS 

9.1.1 Active Damage Mechanism 

An active damage mechanism is: 

1. A combination of ten or more new indications of degradation 
(20% through wall) and previous indications of degradation 
which display an average growth rate equal to or greater than 
25% of the repair limit per cycle in any one steam generator, or 

2. One or more new or previously identified indications of 
degradation, including cracks, which display a growth greater than 
or equal to the repair limit in one cycle of operation.  

9.1.2 Condition Monitoring Assessment 

A comparison of the as found inspection results against the 
performance criteria for structural integrity and accident leakage.  
Condition monitoring assessment is performed at the conclusion of 
each operating cycle.  

9.1.3 Defective Tube 

A tube containing an imperfection of such severity that it exceeds the 
plugging limit.  

9.1.4 Degradation Assessment 

An assessment of both existing and potential degradation 
mechanisms performed and documented prior to each inservice 
inspection. The assessment shall address degradation associated 
with tubes, tube supports, plugs and all other types of repair.  

9.1.5 Dent 

A local reduction (plastic deformation) in the tube diameter due to a 
buildup of corrosion products (magnetite).  

9.1.6 Distorted Tube Support Plate Signal
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9.1.7 Eddy Current Test 

A nondestructive test method that is based on the generation of eddy 
currents in a conductive material that is used to (1) detect and 
measure steam generator tube wall degradation and (2) monitor tube 
damage precursors such as denting.  

9.1.8 Foreign Object Search And Retrieval 

A visual inspection of the steam generator secondary side using 
remote equipment for foreign object location and retrieval equipment 
for foreign object removal.  

9.1.9 Freespan Differential Signal 

A flaw like signal in freespan found with bobbin and reviewed in 
history.  

9.1.17 Intergranular Attack I Outside Diameter Stress Corrosion 
Cracking 

Corrosive attack of grain boundaries in materials with no preferential 
(stress related) orientation, with intergranular cracking of tubes which 
is a result of complex interactions between stress, environment and 
material.  

9.1.11 Manufacturing Burnish Marks 

A tube condition where localized tube imperfections were removed in 
the tubing mill or fabrication shop by buffing ans are detectable due to 
the effects of cold working and localized wall thinning.  

9.1.12 Non Destructive Examination 

Testing of material involving investigative methods (ie, ultrasound, 
radiography, eddy current) without causing destruction to the material 
being tested.  

9.1.13 Operational Assessment 

Forward looking prediction of the steam generator tube conditions 
that is used to ensure that the structural integrity and accident 
leakage performance criteria will not be exceeded during the next 
operating cycle. The operational assessment needs to consider 
factors such as NDE uncertainty, indication growth, and degradation 
specific repair limits.
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9.1.14 Possible Loose Parts 

Possible foreign objects (metal) or sludge material detected on the 
secondary side of steam generator tubes during eddy current analysis 
as a result of having ferromagnetic properties.  

9.1.15 Preservice Inspection 

A preservice 100% eddy current inspection of both steam generators.  
The preservice inspection checks for active degradation and 
manufacturing type indications. Also at this time tubes in high 
potential wear areas are preventively plugged.  

9.1.16 Primary Water Stress Corrosion Cracking 

Stress corrosion cracking on the reactor coolant side (inside) of steam 
generator tubes.  

9.1.17 Repair 

The NDE measured parameters at or beyond which the tube must be 
repaired or removed from service by plugging. The repair limit will be 
determined by subtractingmargins from eddy current uncertainty and 
growth from the structural limit.  

9.1.18 Sludge 

An accumulation of magnetic particulate matter found on the 
secondary side of the steam generator in low flow areas.  

9.1.19 Volumetric 

Indications of volumetric wall loss when using rotating coil techniques 
indicative of general localized thinning, pitting wear or impingement.  

9.1.20 Wear 

The loss of tube material caused by excessive rubbing of the tube 
against its support structure, a loose part or another tube.
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Acronym Compound Term 
ACTS Acquisition Technique Sheets 

ANTS Analysis Technique Sheets 

ASME American Society of Mechanical Engineers 

CE Combustion Engineering 

CEOG Combustion Engineering Owner's Group 

EFPM Effective Full Power Months 

EPRI Electric Power Research Institute 

ET Eddy Current Testing 

FAC Flow Accelerated Corrosion 

FOSAR Foreign Object Search And Retrieval 

IGA Intergranular Attack 

IN Industry Experience 

NEI Nuclear Energy Institute 

NDE Non Destructive Examination 

ODSCC Outside Diameter Stress Corrosion Cracking 

OTSG Once Through Steam Generator 

PDA Percent Degraded Area 

POD Probability Of Detection 

PSI Preservice Inspection 

PWR Pressure Water Reactor 

PWSCC Primary Water Stress Corrosion Cracking 

QA Quality Assurance 

RPC Rotating Pancake Coil
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9.3 THREE LETTER NDE CODES

Three Letter NDE Term 
Code 
DSI Distorted Support Indication 

DSS Distorted Support Signal 

FSD Freespan Differential Signal 

MBM Manufacturing Burnish Mark 

MAI Multiple Axial Indication 

NQI Non Quantifiable Indication 

NQS Non Quantifiable Signal 

NTE No Tube Expansion 

OBS Obstructed 

OXP Overexpanded Tube 

PLP Possible Loose Part 

RRT Restricted Tube 

TRA Trackable Anomaly 

VOL Volumetric 

WAR Wear 

10.0 ATTACHMENTS 

Attachment 1,"Steam Generator E-50A Indications" 
Attachment 2,"Steam Generator E-50B Indications"
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SG - A ALL REPORTED INDICATIONS 

Pa1I,.des 1 RFR7 PAL 2601061 #5/01/2801 14:18:43 

I INSPDATE ROW COL VOLTS DES IND PER CNN LOCH INCHI INCH2 I CRLER CEG BEGT ENDT PDOA PTYPE CAL COMIMENTS 

.. . . . .............. + .... ÷ .... ÷ ......... .... ÷ .... ÷ .... ÷ .... • ....... + ......... + ......... ÷ ..+ ....... + .... ÷ ....... ÷....... +...... •...... ........ +..................................................  

1995/97/81 64 N0 ODD I TSH TSH .620 2353C 621 

11 02 .38 48 PSD 1 0DM 19.47 TEC TEN .601 WARH 1791RESULT OF HISTORY REVIEW 

1998/65/01 11 12 MOD 1 TSH TSO .610 ZPS3P 691 

1996/11/01 11 12 ODD 1 TSH TSH .610 ZPSPO 751 
1 993/66/01 11 12 ROD 1 TEC TEH .619 EBALL 351 

28 13 .37 137 FSD 1 03H 35.71 TEC TEN .619 MBARH 1751RRESULT OF HISTORY REVIEW 

28 13 .29 108 FSO S 63C 17.73 TEC TEN .61 MBARH 175RESULT OF HISTORY REVIEW 
1999/1/M1 28 13 0DO TSH TSH .61: ZPS3C 371 

f99W/I5/MI 26 13 MS .2 1 -6 4 -400 . 3 :.63H.-- S.98. . . . . .TEC TEH .610 EBALL 35RESULT OF DISCREPANCY RESOLUTION 

199815161 26 13 . . .. K. .. " . . HISTORY REVIEW PERFORMED 
1998/051/1 26 13 0.07 175 ONT M 0VS4 .48 TEC TEN .610 EBALL 3WIRESULT OF DISCREPANCY RESOLUTION 
199861/0/1 26 13 IMF 3 63C 16.46 TEC TEH .616 EMALL 3RIRESULT OF DISCREPANCY RESOLUTION 
19M81//6I 2W 03 1.92 69 M#4 6 *3C 07.74 TEC TEN .619 EBALL 3SRRESULT OF DISCREPANCY REGSLUTION 
S199W/05/I 26 03 iHISTORY REVIEW PERFORMED 
199W/O5/61 28 13 NOD 1 TOH TSH .619 ZPS3C 411 

1NW6/111/1N 28 13 NOD 1 TOH TSH .610 SPSON 761 

1990/64/1M 28 L3 Nam 1 83C 16.49 TEC TEN .61 ZSAHF 9: 

1 34 13 .38 34 FSD 1 sic 33.41 TEC TEN .610 18ARW 175IRESULT OF HISTORY REVIEW 
1N99/16/WO 34 13 ODD TOH TH .610 ZPS3C 37 
1998/05/M1 34 13 NDO 1 TEC TEH .610 EBALL 35j 
19/81051/1 34 13 ODD 1 TSO TSH .610 ZPS3C 411 
199611/I 9 34 03 ODD 0 TSH TSH .610 ZPSPN 761 

64 13 .72 6 PCT 19 P2 VS4 -. 83 TEC TEN .610 WARM 1871 
S189916/bM 64 13 IDD TSH TSH .616 ZPS3P 351 
19968/5/1L 64 13 NO I TEC TER .616 EBALL 361 

1998/05/01 64 13 Do 1 TSH TSH .610 SPE3C 411 
1996/I1/M1 64 13 NDD 1 TSH TSH .610 SPSN 3Wj 

20 104 46.66 8 BL6 P1 TEC 9.50 TEC TEN .616 NBARH 18M W 

1999/16/61 25 14 3.66 179 DRT N1 VS4 -1.03 TEC TEH .6:0 NBARW 01 
1999/15/01 25 04 42.77 6 BL6 01 TEC 9.07 TEC TEN .616 NSMM RH 
1998605/M1 25 14 NDD 1 TSH TON .61 ZPS3C 1671 
19M 111/0I1 25 14 NDD 1 TSH TSH .616 ZPON 761 

1992/03/61 25 14 DD 1 TEN TEC .619 EBALL 211 

27 14 .31 83 FSD 1 lic 10.46 TEE TW .616 1MBARH ISJRESULT OF HISTORY REVIEW 
1998/05/NI 27 04 NDD 1 TSH TON .616 ZPS3C 1M77 
0996/11/MI 27 04 NOD 1 TSH TON .616 ZPSPN 761 
1995/67/MI 27 14 5.33 372 ONT 9 IBH 23.27 TEC TEW .616 EBALL 41: 
1990/67/WI 27 14 .29 36 #4W 1 liC 15.47 TEE TEW .616 EBALL 4/1 

1995/67/Ml 27 04 NOD 1 TSH TSH .620 2313E 621 

67 14 1.35 6 PET 26 P2 65H .75 TEC TEN .6106 NBARH 1W7WRESULT OF HISTORY REVIEW 
1999V/1M/M1 67 14 1.25 6 PET 2 .W2 65H .59 TEC TEW .610 WBARH 7I 

1 199901W1/1 67 14 .72 104 VOL 3 65H .71 0 .386 Be 9SH 65H .616 ZPS3E 0031 
19986/5/MO 67 04 N0D 1 TSH TSH .61W S3C 691 
1996/11/M1 67 14 NOD 1 TSH TSH .616 2PSPN 381 
1992/03/91 67 14 6D0 1 TEN TEC .616 EBALL 231 

1 71 04 .43 89 PLP 10 TSH 2.59 TSH TOH .610 ZPO3E 2111 
S1999/39/WO 71 04 .4 93 TWA 18 TIH 2.46 TSO TOM .616 2PS3C 3RIRESULT OF HISTORY REVIEW 
1996/605/1 71 14 INR TSH 2.22 TSH TSH .61 ZPS3C 6W1RESULT OF LEAD ANALYST RESOLUTION 
1996/10/M 71 04 1.67 190 TRA 4 TOS 2.22 TSH TIS .61 S POSOM 38RESULT OF DISCREPAMCY RESOLUTION 
1995/67/91 71 14 NDD 1 TEC TEW .610 EBALL 371 
1990/M7/81 70 14 RID 1 TSH TSH .602 Z303C 621 

1 48 15 .28 105 FSD 1 O2C 21.81 TEC TEH .616 WBARH 1871RESULT OF HISTORY REVIEW 
S1999/161 46 10 NDD TISM TSI .616 5P3C 37 
19981W/M/l 48 15 RID I TSH TSH .616 P0S3C 1971 
1996/1/11 4W 10 .27 96 #4N 1 M2C 21.97 TEC TEW .610 EBALL 16IRESULT OF DISCREPANCY RESOLUTION 

1996/11/1M 498 is HISTORY REVIEW PERFORMED 

1 1996/11101 48 50 IND 1 TSH TIM .616 ZPSHM 311 

74 15 1.1 0 PET 21 P2 VS4 .48 TEC 02W .WN WBARH 1611 
74 1 .89 0 PCT 19 P2 VS4 .63 TEC TRW .61 WBARM 193j 

I0999/110/1 74 5 77 9 PET 16 62 VS4 .5 TEC TER .616 MBALL 671 

1 099 61/1/ 74 16 NDD I TIN TISM .610 ZPS3C 711 
1 0996110101 74 15 NDD I TSH TIH .61SP ZSNM 381 
090/87/61 74 15 NDD 1 TEC TEH .616 EBALL 3 
1 9951071 74 15 0DO 1 TSN TSH .620 Z353C 621 

13 16 .38 152 FSD 1 02C 25.16 TEC TEN .61 MBARH D87IRESULT OF HISTORY REVIEW 
199911/001 13 16 R00 TEC TEW .610 WBARN 3I 
19991./01 13 16 .34 164 FOD 1 E2C 24.97 TEC TEH 610 WBALL 33IRESULT OF HISTORY REVIEW 
L 990/SM/M1 03 16 1NR I MOC 35.32 TEC TEN .610 WBALL 331 

19986/M51 103 16 0D0 1 TSH TSH .61W 2PS3C 1691 
1996/111/1 13 16 MDD 1 TSH TSH .610 SPSNM 751 
1992/I/W1 103 16 HODD 1 TER TEC .610 EBALL 211 
1998/84/01 13 16 WN4 S W2E .4 50 TEE TEN .616 2WAMF :99 
1998/MO/MI 13 16 mom 1 62C 24.06 TEC TEN ,60 ZBAHF 991 

17 16 .30 167 FSD 1 649 1i.W3 TEC TEW .610 MBARH 187IRESULT OF HISTORY REVIEW 
19989/M/S/ 17 16 .98 98 OWM 3 04H 16 66 TEC TEN .610 EBALL 351RESULT OF DISCREPANCY RESOLUTION 
199W/MO/Ni 17 16 HISTORY REVIEW PERFORMED 
199W/MS/S0 17 16 RID 1 TOW TSH .610 ZPS3C 411 

1 1996/11/Mi 17 16 NDDO 1 TSH TSH .610 ZPSNN 871 

31 16 .10 61 POD 1 02W 14.66 TEE TEN .610 WARM 187IREIULT OF WISTOWY REVIEW 
31 16 .68 154 FSD 1 03H 7.73 TEC TEN .619 MBARH 187IRESULT OF HISTORY REVIEW 

31 16 1.04 8 PCT 24 P2 VS4 .9W TEC TEN .61W WBARH 1871 
31 16 .31 154 FPD 1 04C 6.63 TEC TEN .616 #ARM 1871RESULT OF HISTORY REVIEW 

19991/1N11 31 16 .11 75 FSOD 1 2H 14.89 TEC TEH .610 IMBARH 5IRESULT OF HISTORY REVIEW 

1999/SM/M1 31 16 IHR 1 02W 23.20 TEC TEN .610 MBARH 5I 
1999118/M1 31 16 I[F 1 03H 6.46 TEC TEN .610 BARM 5IRESULT OF HISTORY REVIEW 
1999/10/01 31 16 .72 157 FSD 1 03H 7.66 TEC TEH .610 MBWH 5IRESULT OF HISTORY REVIEW 
1999/10/91 31 16 3.96 179 DRT MS V54 -1.03 TEC TEW .61W WARM 51 
I99910/MI 31 16 1.86 6 PET 21 M2 VS4 .66 TEC TEW .610 WRBARM 
1999/10/91 31 16 .16 119 FSD 0 04C 8.82 TEC TEH .610 MWARH 5IRESULT OF HISTORY REVIEW 
1998W/M1S/ 31 16 NOD I TSH T'M .616 ZPS3E 1iMI 
I99611/01 31 16 ODD N TSH TSH .616 SPIN 795I 

I 1992/603/1 31 16 HDD I TEN TEC .610 EBALL 211 
1 0996/64/Mi 31 16 #40 1 *2M 22.60 TEC TRH .610 ZSAHF 991 

1 199:/64/NI 31 16 RR0 1 03W 6.40 TEC TEW .610 ZBAHF 991 

71 16 .09 86 PLP 10 TSH 1.70 TSH TSH .610 ZPSPE 2111 
199911W/M1 71 16 .66 298 TRA 3 TSH 1.38 TSH TSH .616 ZPS3C 39IRESULT OF HISTORY REVIEW 
1999/13/Mi 71 06 NDD TEC TEW .616 WBARH 691 
1999/151/1 71 16 1NR 3 TIH 1.28 TSH TSH .610 ZPS3C 711RESULT OF LEAD ANALYST RESOLUTION 
1996/il/M1 7 1 6 2.1B 262 TRA 4 TIM 1.57 TSH TSH .6160 ZPSN 38WRESULT OF DISCREPANCY RESOLUTION 

1993/66/01 71 16 NOD 1 TEC TEW .616 EBALL 311 

I 75 16 1.26 6 PCT 24 P2 VS9 ".-1 TEC TEH .616 MEARN 161 
S1999/16/I 70 16 1.28 N PCT 24 62 VS5 -. 63 TEC TEN .610 BALL 671 
1998/O5/MI 70 16 NOD 1 TSH TSH .610 ZPS3C 73I 

I1996/1/WI 75 16 NODD 1 TSN TSH .610 ZPIRN 381 
1993/MN/MO 70 06 NDD I TEE TEN .610 EBALL 311 

77 16 1.25 0 PCT 24 P2 VS4 -. 88 TEC TER .610 MBARH 1851 
I999/18/01 77 16 RND TEC TEN .610 MWBAH 71 
1999/10/01 77 16 .07 0 PCT 2. M2 VS4 ,.71 TEC TEN .610 NBALL 331 
1996/M16/1 77 16 .32 PCT 11 M2 0S4 -. 74 TEE TEN .610 EWALL 35! 
199W/MS/WI 77 16 NDD 1 TSM TSH 618 ZPI3C 415 
1996/11/01 77 16 N9D I TSH TSH .61W ZPIOW 381 

22 17 31 W7 PLP 18 TSH .46 TSH TSH .610 ZPS3C 2111 

INSPDATE ROW COL VOLTS 0EG IND PER CEN LOCH INCHI INCH2 I CRLEN CEG BEGT ENDT PD]A PTYPE CAL COMMENTS
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SG - A ALL REPORTED INDICATIONS 

Palisades 1 RF67 PAL 20010601 051/1/2801 14:60:43 

÷......+..+...÷......... +.... ÷.... +.... +.... ÷....... *......... +........... .÷....... +.... ÷....... *....... ÷...... ÷...... +...... ÷..................................................  

I INSPDATE ROW COL VOLTS DEG 2NO PER CRN LOON INCH1 INCH2 I CRLEN CEO BEGT ENDT POIA PTYPE CAL COMMENTS 
-...........-......... ..................... . .. .... - ..- ----- - ---- ----- ----- --- ------- 

92 29 .42 86 PLP 16 TSH .60 TSH TSH .I6: ZPS3C 2111 

i 1999/16/61 02 29 .45 92 PLP 10 TSR .20 TSR TSR .R1 PS3C 39 
1996/65/61 92 20 MRR TSH .61 TSH TSH .610 ZPS3C 73!RESULT OF LEAD ANALYST RESOLUTION 
1996/11/61 92 29 1.89 164 TRA 4 TSR .01 TSH TSR .616 SPOOR 39IRESULT OF DISCREPANCY RESOLUTION 

1990187/61 92 29 NoD I TEC TES .616 EBALL 371 

1995/07/RI 92 29 NOD 1 TSH TSR .620 23S3C 66) 

1Q0 29 .57 6 PCT 13 PS 9S5 .$3 TEC TES .610 WBARH 8 

1998/R5/01 166 29 NODD TSH TSH .61R ZPS3C 71: 

19961111/1 leo 29 NDD 1 TSR TSH .610 ZPSN 39 

1995/67/61 SRR 29 . 65D. S :" . . . TEC TER .610 EBALL 371 

1995/07101 1RR 29 OD' 1 " . . . . . . .TSH TSH .626 23S3C 661 

1:2 29 1.04 0 POT 23 P2 9S4 -. 92 TIC TES .616 HBARH 851 
199/05/61 162 29 NDD 1 TSR TSR .616 ZP53C 71: 

1996/1111/1 1:2 29 NDD 1 TSR TSH .61 SPONO 39 

1995/67161 102 29 NODD 1 TEC TYE .616 EBALL 371 
1995/67161 7 R2 29 ODD I TSH TSH .62: Z3S3C 601 

1995107/61 162 29 ROD 1 TSR TSH .616 ZPSNP 68 

67 36 .43 60 0o0 P1 TSH 9.12 TIC TER .616 BARH 6191 
1999/19/01 67 36 ND0 TSc TEN .616 MBARH 11 

1999119161 67 36 N0D TSR TSR .610 ZPS3P 371 

1998,0/511 67 36 NOD 1 TSH TSH .619 ZPS3C 43; 

199611/1 67 3 NOD I TSH TSR .616 ZPSNR 291 

1995/67101 67 36 ODD I TSR TSH .626 S3S3O 60! 

1 1992/03/01 07 30 RDD 1 TES TEC .610 EBALL 23; 

69 36 .94 160 Has P1 TSH 5.32 TEC TES .616 NBARH 691 

1999/16/R1 69 36 NOD TSR TSH .610 ZPO3C 371 

I1090/16/1 69 36 RSS TEC TES .61 NWALL 671 

I1999/16/61 69 36 NO TEC TES .616 NBARH 1691 

1998/051/1 69 36 NDD 1 TSH TSH .616 ZPS3C 431 

1996/11/01 69 30 NOD 1 TSH TSR .616 ZPOOR 291 

1995/07/01 60 30 NOD I TSR TSR .626 Z3S30 601 

1993/06/01 60 36 ND0 1 TEC TES .616 EBALL 41 

61 36 1.07 190 NO: PS TSR 6:03 TEC TE .616 NBARH 691 

61 39 .89 66 NOS PS TSH 10.19 TEC TEH .616 ROARH 691 
1999/101 91 30 3.36 170 ONT Ml VS5 -. 71 TEC TES .610 ROARR 11) 
1999/SR/RI 81 30 3.51 106 NG 1 VSS 5.49 TEC TSR .616 NBARH 11 

1999/05/61 91 39 NOD 1 TSH TSR .610 ZPS3C 191 

1996/11/61 61 30 ND0 1 TSH TSR .616 9PSRM 1 

1993/06/61 81 39 RDD 1 TEC TES .616 E1ALL 41 

85 30 -55 91 NRS P1 TSH 2.59 TEC TES .61 W48ARH 69: 

S1999/1101 95 30 0D TEC TES .610 HBARH 111 

199196/051 95 30 NDD 1 TSR TSH .616 ZPS3C 1671 
1996/11/RI 95 3 NDD 1 TSR TSR .610 ZPSPH 39! 

19921/3/R1 89 39 NOD 1 TES TEC .610 EBALL 23! 

95 39 1.78 0 POT 31 P2 VS4 .R9 TEC TES .616 I ARH 85i 

1/ 95 36 1.53 0 POT 29 P2 VS4 .02 TEC TSE .:6: WBARM 
1999/50/01 95 36 1.47 0 PCT 26 02 9S4 .62 TOC TES .616 I BARH 11l 

1999/16/RS 95 30 1.11 0 POT 21 62 VS4 .76 TEC TEN .616 MBARH 111 

1 1998/05/61 91 30 .47 POT 15 N2 VS4 -. 79 TEC TEN .810 SBALL 35IRESULT OF DISCREPANCY RESOLUTION 

1 1998195/01 95 36 .41 POT 13 M2 VS4 .93 TIC TES .616 EBALL 35 

1 19910/5/01 95 36 NOD 1 TSR TSH .610 ZPS3C 431 

1 1996/11/61 95 36 1.62 POT 17 M2 VS4 .72 TOC TSEH .610 EALL 81 
1 1996/11/61 95 30 1.96 PCT 19 62 VS4 1.15 TOC TEN .610 IPALL 81 
I1999/11/61 95 36 ODD 1 TSR TSR .616 SPOOR 29I 

L 13 36 .94 113 NRS P1 TSH 9.92 TEO TESH .. R ARR 65! 

I13 36 .63 0 POT 18 P2 554 .25 TOC TES .6. WBARH 691 

103 30 .48 103 No" 1 970 -2.42 TEO TER .610 NBARM 69IRESULT OF HISTORY REVIEW 

163 30 .25 78 NOS 1 66C 23.63 TEC TES .610 BARH 691RESULT OF HISTORY REVIEW 

103 30 .36 123 NOS 1 060 24.94 TEO TES .610 MBARN 69;RESULT OF HISTORY REVIEW 

1999/10/01 103 30 .43 0 POT 16 M2 V54 .25 TOC TES .610 R8ARH 11I 
S19998051L 163 36 NOD 1 TOH TSH .610 ZPS3C 71; 

1996111/1e 163 30 NOD I TSR TSR .610 ZPSPI 39; 

1992/41/01 103 30 NOD 1 TSH TEC .616 EBALL 231 

1 1 01 5 30 64 0 PCT 17 P2 VS4 -. 66 TEC TSR .616 MBARH a5; 
1999/SR/ti 165 30 77 6 POT 16 M2 VS4 :.59 TO TSE .610 NOALL 671 

1999105/11 105 36 ROD I TSR TSR .616 ZPS3C 711 

1996/11/61 105 30 N0 1 TSR TSH .616 ZPSNM 391 
1 1993106/01 105 36 NOD 1 TEC TES .616 EBALL 41 

22 31 .22 161 FD 1 033H 3 43 TIC TES .616 64ARH 691RESULT OF HISTORY REVIEW 

22 31 .34 161 F1D 1 63H 31.32 TEC TES .6I HeBARH 69;RESULT OF HISTORY REVIER 

1999116/61 22 31 NOD TSH TSH .616 SPS3C 371 

1999B/5/61 22 31 .42 113 MGR 3 639 3.42 TOC TES .610 EBALL 35IRESULT SF DISCREPANCY RESOLUTION 

i 19991/6/01 22 31 IHRSTORT REVIEW PERFORRED 

1999/85/01 22 31 .56 120 HIM 3 63H 31.31 TOC TES .610 EBALL 3S5RESULT OF DISCREPANCY RESOLUTION 

1996165/01 22 31 IH]STORY REVIEW PERFORNED 

1999/65/01 22 31 NoD 1 TSH TSH .610 ZPS3C 431 

1996/11/01 22 31 NOD 1 TSH TSH .616 ZPSNP 879 

26 31 .56 0 POT 15 P2 514 -. 97 TEC TES .616 EBARH 8951 

1999/1/101 26 31 6.19 175 DONT mI VS4 .37 TEC TES .61 WBARH 11 
1999/16/01 29 31 ROD TSH TSH .61Q 2PS3C 37: 

L 998/05/01 28 31 6D0 1 TSR TSH .610 2PS30 107; 

1996/11/01 28 31 NO 1 TSR TSH .610 ZPSNP 78; 

1992/63/01 28 31 NOD 1 TES TOC .610 EBALL 21; 

49 31 .30 31 FSD 1 020 10.95 TEC TEO .616 MAARH 87;RESULT OF HISTORY REVIEW 

I41999/101 40 31 NOD TSR TSH .610 ZPS3C 37 

1999/65/01 4R 31 .40 79 MBM 3 02C 11.10 TEC TEN .610 EBALL 351RESULT OF DISCREPANCY RESOLUTION 

1998/05/01 40 31 IHISTORY REVIEW PERFORMED 

19989/5/01 40 31 R.D I TSR TSH .610 ZPS3C 43; 

1996/11/01 40 31 RDD I TIS TSR .616 ZPSNP 70; 

94 31 1,31 0 PCT 28 P2 VS4 --56 TOC TES .61 WARSH 691 
1999110101 94 31 NDD TSH TSR .610 5PS3C 391 
1999/1101 94 31 .97 0 PET 24 M2 VS4 -. 99 TOC TES .610 W4ARH 731 
1995/61/01 94 31 NDD 1 TSH TSH .610 ZPS3C 71; 

1996111/01 94 31 RDD I TSH TSH .616 ZPSNP 72; 

1593/66/01 94 31 NODD 1 TOC TES .610 EBALL 41 

1 R1 31 .22 146 FPD 1 61C 3.96 TOC TES .616 NBARN 691RESULT OF HISTORY REVIEW 

1999/10/61 102 31 NOD TSR TSH .61 ZPS3C 39; 

1999/65/61 162 31 NODD 1 TEC TES .610 EBALL 351 
19981/05/1 162 31 NOD I TSR TSH .610 ZPS3C 43; 

1996/11/61 162 31 NDD S TSR TSR .616 ZPSPH 721 

104 31 1.66 0 POT 22 P2 VS4 ".93 TOC TER .6R 6 9BARH 5 

104 31 .73 0 PCT 16 P2 514 .42 TOC TEN .616 RBARH 85A 

S1999010/I 104 31 .49 0 POT 11 02 5S4 -75 TOC TES .616 60ARH II 
1.99116/0I 104 31 .02 0 POT 17 M2 5S4 .60 TEC TEN .610 WASH Il.  

1999110/RI 104 31 NOD TSH TSR .616 ZPS3C 39: 

1998/65/NI 104 31 .21 PCT 7 M2 VS4 -88 TSEC TES .616 EBALL 35) 

1998/05/l1 104 31 .21 PCT 7 M2 VS4 .91 TOC TES .616 EBALL 351 

1995245/01 104 31 NOD 1 TSH TSH .610 ZPS3C 431 

1996/11101 104 31 NO 1 TSH TSH .616 ZPSNM 72; 

105 31 1.34 0 POT 27 P2 VS6 1.09 TEC TEO 610 95ARH 851 

106 31 1.18 0 POT 25 P2 VS6 987 TEC TEN ,616 MeARH 85i 

i99I0,61 196 31 97 6 POT 19 2 YSS -76 TOC TEN .610 4BARH 11I 
1999,5106 196 31 84 0 PCT 17 62 916 92 TOC TEN .610 M9ARH 111 

IVNSPATIE RO CO VOLTS DEG INR PER CHN IOCN INCH1 INCH2 I CRLEN C00 BEGT E5DT POIA PTYPE CAL COMMENTS 
............... .......... ....... ....................... ......... I ................... . .... ....... .................... . . . ....................... .. ....................
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1 33 34 .55 93 LPI P1 *2H 1.52 TEC TEN .610 MBARH 731RESULT OF HISTORY REVIEW 

33 34 1.26 236 PLP 8 *2H O.56 TEC TEW .616 1MAR 73IRESULT OF HISTORY REVIEW 

33 34 .98 84 PiP 10 S2H 1.61 62H 3H .RIO ZPS3C 1671 

33 34 .89 79 SVI Pi 02H 1.68 0 .333 77 06H 03H .61W ZPS3C 1671 
33 34 T1P .618 ZPO3C 1731 

1999/16/61 33 34 ROD TSR TSH .610 ZPS8C 371 
I 19W9/1L 1 33 34 RBD TEC TEN .610 1BALL 711 

199910/SI 33 34 .24 132 NO6 1 02H 1.60 TEC TEN .610 1OARH 19W 

S1999110/1 33 34 7.71 177 DNT WI 914 -. 96 TEC TEW .610 SARHM 9 

1999/1O0S1 33 34 .7S 93 PLP 10 02H 1.66 SW2H 3H .610 ZPS3C 1131 
1999/1/01 33 34 - ,-DF.2H.... .. 1.68 �. 6 3H .610 ZPS3C 1131 

I1996800 33 34 IPSO . S O 616OSC 10 

1WW6111/01 33 34 NOD 1 TSH TSH .610 ZPONO 8@6 
1993s/6101 33 34 NOD I TEC YEW .610 ERALL 4I 

30 34 .63 118 LPI PS 02H 1.23 TEC TEW .630 1MeH 731RESULT OF HISTORY REVIEW 
35 34 ,70 72 SVI P1 02H 1.09 0 .387 87 056 03H .610 ZPO3C 1671 

35 34 .76 84 PLP 16 02H 1.16 02H 03H .610 ZPO3C 1671 
30 34 TOP .6110 ZP3C 1731 

1999//1/0/S1 35 34 NOD YSM TSH .610 Z0S3C 371 
199911001 35 34 .50 96 PLP 10 02H 1.01 S2H 62H .610 2PS3C 1161 

19989/0/01 35 34 ODD 1 TSH TSH .610 ZPS3C 1071 

1 19961110 1 35 34 ODD 1 TEC TEH .610 EBALL DI 

1996/11011 35 34 NOD 1 TSH TSH .610 ZPSNR 361.  

1996/11/61 35 34 NDD 1 TOW TSH .610 ZPSNO 861 

1 159 34 1.30 a PCT 28 P2 V54 .65 TEC TRE .610 1sMARH 731 

1999/10101 159 34 1.76 5 PCT 30 M2 VS4 .89 TEC TEW .610 14666 11 

1999/15/O1 169 34 NDD TSM TSH .610 ZPS3C 391 
19986/05/01 19 34 NDD I TSO TSH .610 ZPS3C 75I 

1996/111/01 19 34 NRD 1 TOH TSR .610 SPON 5 71I 

1990/03/61 169 34 NOD 1 TRH TIC .610 EBALL 231 

4 35 .36 124 FSOD 1 TSH 20.57 TEC TEN .61 MBARW 93IRESULT OF HISTORY REVIEW 

1998/55/61 4 35 NDD 1 TSH TSH .610 ZPS3C 771 

1996/11/61 4 35 0D 1 TSH TOH .610 SPM 791 

19951671 4 35 .33 120 1B6 1 TSH 20.93 TEC TEN .618 EBALL 461 

1995/07/61 4 35 NOD 1 TSH TSH .620 5313C 621 

69 35 .16 107 FOD 1 S2C 16.64 TEC TEN .610 MBARH 7IVRESULT OF HISTORY REVIEW 

68 35 .18 146 FPD 1 2C 18.66 TEC TEW .616 MARW 71IRESULT OF HISTORY REVIEW 

66 35 .23 149 FSD 1 S2C 24.19 TEC TEN .610 MBARH 711REOULT OF HISTORY REVIEW 

1998/05101 66 35 NOD D TSH TSH .610 ZPO3C 751 
1996/11/11 68 35 NOD I TSO TSH .610 ZPON. 611 
l995/67/11 66 35 NDD 1 TEC TEW .610 EBALL 401 

1995/671 66 35 RDN I TOW TSH .620 Z353C 601 

168 35 1:69 8 PCT 16 P2 OIC .13 TEC TEW .610 MARH 711 
1999/16/81 169 36 49 161 VOL 3 O1C .14 0 .205 82 S1C SiC .610 oPS3C C l 
199911/181 168 35 1.15 6 PCT 27 02 siC .08 TEC TEN .610 PEALL 711 

1998/15/ 0 109 35 NOD 1 TSH TSH .610 ZPS3C 751 
1996111/01 1J9 35 NDD I TSH TSH .61 ZPSNO 711 

1 1993106/01 168 35 NOD I TEC YEW .610 EBALL 3; 

S1 36 01 145 F1D 1 03C 2.36 TEC TIN .618 16ARH 71;RESULT OF HISTORY REVIEW 

1998105101 21 36 NDD 1 TOW TOW .616 ZPS3C 751 

1996/11/01 01 36 5.67 176 DRT M V 604 -. 92 TEC TRH .610 EOALL 161 

1996/11/61 21 36 .6 96 .0. 3 83C 2.54 TEC TER .610 ESALL lOIRESDET OF DISEPANCY RESOLUTIOR 
1996/11/91 21 36 NDD 1 TSH TSH .61W ZPSON 301RESULT OF DISCREPANCY RESOLUTION 

51 36 .23 135 FOD 1 04H 4.99 TEC TER .610 0BA0H 71;RESULT OF HISTORY REVIEW 

199R/1S/01 51 36 ODD TEC TEW .610 1BALL 711 

1996/65/01 51 36 ODD 1 TSH TSH .610 ZPO3C 1111 

1996/11/01 51 36 NDD 1 TSH TSH .610 ZPONM 720 
1993106/S 1 51 36 NDD I TEC TEN .616 EBALL 3I 

1 16 37 .27 29 FS 1 ISiC 28.60 TEC TEN .616 1MeAR 71SRESULT OF HISTORY REVIEW 

1999/16/@1 16 37 R8D TSH TSR .616 ZPS3C 37; 

199916/01 16 37 NDD TOH TSH .616 ZPA3C 631 
1998/65/61 16 37 .55 50 16W 3 siC 28.68 TEC TEW .610 ERALL 37IRESLT OF DISCREPANCT RESOEUTIO 

19986/5/01 16 37 IHISTORY REVIEW PERFORMED 

19981/65/1 16 37 NOD 1 TSH TSH .61 ZPS3C 451 

1996/11/01 16 37 DO 1 TSH TSH .616 ZPSNM 86! 

IO 37 .24 102 FPD I TSC 6.26 TEC TE9 .616 1MARW 711RESULT OF HISTORY REVIEW 

1999/16/61 18 37 NDD TSR TSH .610 I PS3C 37; 

1998105/01 16 37 .72 99 9M 3 TSC 6.47 TEC TER .616 EBALL 371RESULT OF DISCREPANCY RESOLUTION 

I 19905/61 19 37 HISTORY REVIEW PERFORMED 

1998/05101 18 37 NRD 1 TSH TSH .610 ZPS3C 45; 
1996111191 18 37 ODD I TOW TOW .61 OPSNW 80; 

1990/904/1 18 37 09W 1 TSC 6.06 TEC TEH .616 ZBAHF 991 

28 37 .19 76 FOD 1 23 S 15.66 TEC YEW .616 16MW 711RESULT OF HISTORY REVIEW 
28 37 .17 146 FD 1 05H 2.49 TEC TEW .616 NoARH 71IRESULT OF HISTORY REVIEW 

1999716/61 28 37 NDO TSH TSH .610 ZPS3C 391 

1998105/01 28 37 .59 94 8MW 3 03H 26.68 TEC TEW .610 EALEL 37IRESULT OF DISCREPANCY RESOLUTION 

1998/05/01 29 37 IHISTORY REVIEW PERFORMES 
51996/05/1 28 37 .42 107 MBM 3 S5H 2.49 TEC TEW .610 EBALL 37IRESULT OF D SCREPANCY RESOLUTION 

I 1998/0510L 28 37 IHISTORY REVIEW PERFORMED 

1 1998/0/601 28 37 6.24 178 DST MO OS4 .37 TEC TEW .610 EBALL 371 

1998/05/01 28 37 NOD 1 TSH TSH .610 ZPS3C 45; 

1996/111/1 28 37 NOD 1 TSH TSH .610 ZPONO S6l 

32 37 .36 6 PCT 6 P2 03H 74 TEC TER .620 MBARH 71; 
30 37 .23 105 VOL P1 03H .13 3H 03H .610 zPS3C 167; 
32 37 .33 134 VOL P1 036 .96 3H 03H .610 ZPS3C 1671 

1999/10101 32 37 .38 141 D0s 01 03H 1.06 TEC TEH .610 16806 IOIREORET OF WISYORT REVIEW 
1999/16/01 32 37 4.63 175 SNT N O V04 ,37 TEC TER .610 MBAWN 111 

1999/10/01 32 37 INR 1 4C 6.95 TEC TER .610 1DANM 111 
1999/ES/01 32 37 NOD TOH TSR .616 ZPS3C 391 
1996/65/61 32 37 .44 134 D5S 01 03W .95 TIC TEW .616 EALL 37tRESULT OF LEAD ANALYST RESOLUTION 

/199/65/61 30 37 .60 68 160 3 M4C 6.98 TEC TER .610 ERALL 37 RESULT OF DISCREPANCY RESOLUTION 

1998/05/61 32 37 {HISTORY REVIEW PERFORMED 
19986/05/61 32 37 ND0 1 TSH TSH .610 ZPS3C 45; 
1998/05/01 32 37 NDF 03H .78 03H 03H .610 ZPS3C 59I 
1996/11/01 32 37 NDD 1 TSH TSH .610 ZPSNM 8so 

46 37 .15 88 FSS 1 63H 10628 TEC TER .616 MBARH 711RESULT OF HISTORY REVIEW 
1999110101 46 37 NOD TSO TSH .616 ZOS3C 39; 

1998/05101 46 37 .57 77 160 3 03W 10.66 TEC TER .616 EBALE 371RESULT OF DISCREPANCY RESOLUTION 

I 99805185/1 46 37 IHISTORY REVIEW PERFORMED 

1998/95/01 46 37 NDD 1 TSH TSH .610 ZPS3C 451 

1996511/01 46 37 ODD I TSH TSR .610 ZPSRM 720 

114 37 .24 119 VOL 3 08C .73 08C DOC .610 0P031 6; 
114 37 1.07 6 PCT 18 P2 DN 2.60 TC TEW .610 1MBARH 71;TUOE ADD TO SPECIAL INTEREST .PT 

114 37 2.32 6 PCT 32 P2 VSZ -. 64 TEC TEW .616 MBARH 711 
114 37 .60 0 PCT 14 P0 VS2 .64 TIC YEW .610 MARH 711 
114 37 .91 6 PCT 16 P0 58C .75 TEC TEH .610 MBARW 711 

114 37 .61 103 VOL P2 De8 0.47 VS2 68H .580 OPUFH 0431 

114 37 1.48 136 VOL P02 VS -. 68 VS2 s89 .86e OPEF. 0431 

114 37 .74 63 VOL P2 VS2 .46 VS2 68H .58e ZOPDF 2431 
199916/81 114 37 IWF M2 DBe H .63 TEC TER 610MBARH IlRESULT OF HISTORY REVIEW 

I 1999116/RI 114 37 .93 6 PIT 20 MO DOW 1.59 TEC TRW .618 16MW 1I 

1999/16/61 114 37 287 0 PIT 39 HO VS2 -. 75 TEC TER .610 MBARH 11 

1999IV 106 1 114 37 .33 131 D05 01 0C .72 TEC TER 616 "BARW IIRESULT OF HISTORY REVIEW 

1:98/10/10 114 37 NOD TSO TSH .610 ZPS3C 39 
1998/91 114 37 N8 .68 0s 68C .610 ZPS3C 21RESULT OF DISCREPACY RESOLEUTIOW 

1998/05,611 114 37 .39 PCI 14 M2 DO W 60 TEC TER .610 EBAEE 35IRESULT OP EAD ARALYST RESOLUTION 

... ........................ ........................ ...... . . . . .............. 
. ...... . . ....  
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0-000-0 '00 o .0 '0 ..� 0 00000000 0 04,04,00 0 00 0 
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?� 000000004, 04,4,4,0004,4,4,4,4,4,004,4,00000004,00 4,4,4,4,4,00000000 0004,04, 4,4,4,4,4,4,4, 4,4,4,4,4,4,4, 0000000000000 004,00 4,4,4,4,4,4,4,4,4,4, 4,004,4,4,4,00000 4,4,04, '3 
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SG - A ALL REPORTED INDICATIONS 

Palisad.. 1 RFN7 PAL 2SN185R1 R5/1N/2081 14:06:43 

INSPDATE ROW COL VOLTS DEG IND PER CNN LOCH INCH1 INCH2 I CRLEN CEG BEST ENDT PDIA PTYPE CAL COMNNENTS 

----- *..*--------....*----------*-----*...*----*-------*....-------------------------------------------------÷.... . . . . .+. . . . . . . .+. . . .÷.... +....... ÷......... ÷..........÷ .÷....... +.... +....... +....... +...... +...... ,...... ÷.................................................. -- +-- -

1996/11/fl 118 41 NDD 1 TSH TOS .WIN ZPSNH 781 
19956/67/I 11W 41 ND. 1 TEC TEN .W1I EBALL 111 

1995/17/81 118 41 NDD 1 TSR TON .626 23S3C 58I 
S19 95/ 87 /1 118 41 NDD 1 TSM TSH .62I 2P DN N 681 

9 42 .22 139 POD 1 N2H 26.22 TEC TEH .61W EBARN 77;REOULT OF HISTORY REVIEW 

9 42 .26 146 FPD 1 N3H 16.84 TEC TEN .WI. NBARH 771RESULT OF HISTORY REVIEW 
8 42 .22 160 P5D 1 N4N 33.43 TEC TEN .WIN MBARN 77RESULT OF HISTORY REVIEW 

9 42 .31 147 FSD 1 N4C 28.86 TEC TEH .616 lEARH 771RESULT OF HISTORT REVIEW 
1998/66/61 9 42 NDD 1 TSH TON .61W ZP53C l87l 

1996/11/N1 9 42 NDDS. . I : . -.. . . .. TSH TSH .61W 2PSNN 821 

S199/ . . .1 9 TEC TEN .618 EBALL 31 

89 42 .43 1W7 FSD 1 N5N 11.68 TEC TEN .61W lBARH 711RESULT OF HISTORY REVIEW 

5199816/1 8 9 42 NDD I TSO TSR .618 ZPS3C 751 

1996/11/1 59 42 .54 113 MBM 3 9S4 6.55 TEC TEN .WIN EBALL iRIRESULT OF DISCREPANCY RESOLUTION 

1998/11/61 59 42 NDD 1 TSH TSH .WIN ZPSNM 281 

I 117 42 2.64 6 PCT 36 P2 NIC -9D4 TEC TEH .WIN BAARH 711 
1999/1I/61 117 42 .81 95 VOL 3 NiC -. 88 0 .234 67 NIC 615 .WIN ZPS3C 4I 

1999/1I/61 117 42 9.28 178 DNT NI V31 .81 TEC TEN .816 lSARH 833 
1999/D'/61 117 42 1.56 6 PCT 32 M2 NiC .. S8 TEC TEN .WIN lEARN 831 

1998/85/61 117 42 NDD 1 TSO TOS .WIN 2P03C 811 

199/61/N10 117 42 NDD I TOS TSH .816 ZPSNM 691 
1993/66/N1 117 42 7.94 177 DNT NI VS1 1.62 TEC TEN .861 EBALL 21 

32 43 .27 150 FPS 1 N4C 15 69 TES TEN .61W lBARH 751RESULT OF HISTORY REVIEW 

32 43 .22 141 FPS 1 N1C 6.11 TEC TEN .61W lBARH 75IRESULT OF NISTORY REVIEW 

1999118/1N 32 43 NDD TSH TSH .WIN ZPS3C 391 

1998/66/N1 32 43 5.86 171 DNT Ni 904 .99 TEC TEN .WIN EWALL 5: 

1998/65/60 32 43 INF 3 64C 13.79 TEC TEN .616 ENALL SI 

1998/N6/"1 32 43 .77 112 MEN 3 64C 04.82 TYC TEN .61O ENALL SIRESULT OF DISCREPANCY RESOLUTION 

19981/65/1 32 43 IHISTORY REVIEW PERFORMED 

1998165/61 32 43 .69 120 lNM 3 1c 6.566 TEC TEN .61N EWALL 5RIESULT OF DISCREPANCY RESOLUTION 

1998/65/61 32 43 IHISTORY REVIEW PERFORMED 

1998165//1 32 43 .68 97 IBN 3 s1c 6.21 TEC TEN .61i EBALL RIRESULT OF DISCREPANCY RESOLUTION 

1998/15/NO 32 43 IHISTORY REVIEW PERFORNED 

1998105/80 32 43 HDD 1 TSH TSH .WIN ZPS3C 471 

19961/1/1O 32 43 DO 1 TSH TS" .616 ZPSNN 821 

19991/94/1 32 43 moN I 84C 13.86 TEC TEN .6WO Z8AHF 991 

1 42 43 .84 6 PCT 22 P2 646 .87 TEC TEN .616 lEARH 77: 
42 43 .44 108 VOL PI 64H .81 64N 64H .61W ZPS3C 1671 

199911/1// 42 43 HOD TSH TSH .616 ZPS3C 391 

1998/66/61 42 43 NOD I TEC TEN .618 ENALL 5I 
19981/5/N1 42 43 NOD 1 TSH TSH .616 ZPS3C 471 
1996/11/61 42 43 NDD 1 TSH TSH .619 ZPSNH 821 

48 43 1 68 8 PCT 32 P2 VS4 -. 79 TEC TEN .616 NOARH 77I 

48 43 .985 PCT 23 P2 VS4 .79 TEC TEN .WiN N9ARH 77 
1999/16/61 48 43 1.32 N PCT 26 NO VS4 -. 62 TEC TEN .9689 BAR8 131 
1999/16/61 49 43 .76 N PCT 16 NO VS4 .8 TEC TEN .816 68AR8 131 

1999/16/61 48 43 NDD TSH TIH .61N ZPS3C 391 

1 0998/66/61 48 43 .53 PCT 19 62 VS4 -. 81 TEC TEN .810 E6ALL 56 

199/1/5610 48 43 .21 PCT 9 02 VS4 .94 TEC TEN .616 EBALL 5I 

11998/65/61 48 43 NDD 1 TSH TSH .:IN ZPS3C 47I 
1996/11/61 48 43 NDD 1 TSH TSH .W1i ZPONH 821 

1 1 52 43 15 54 FSD 1 62H 3.31 TEC TEN .618 lEARH 751RESULT OF HISTORY REVIEW 

51999/N 12 43 NDD TSH TSM .816 ZPS3C 411 
1999/06/61 52 43 .31 151 FSD 1 02H 3.41 TEC TEN .61W lBARH 83IRESULT OF HISTORY REVIEW 

19N98/R/I1 62 43 NDD 1 TSH TSH .61W ZPS3C 76i 

1996/11/61 52 43 NOD 1 TSR TSH .618 2PSNN 82/ 

0993/86/61 52 43 NOD 1 TEC TEN .610 EBALL 21 

54 43 .38 137 FSO 1 618 26.22 TEC TEN .616 lBARH 77IRESULT OF HISTORY REVIEW 

54 43 .62 16 FSD 1 628 26.44 TEC TEN .616 lEARH 77IRESULT OF HISTORY REVIEW 

1999116/61 54 43 NOD TOS TSH .618 2PS3C 411 

1998/65/NO 64 43 INF 3 616 25.11 TEC TEN .61W EBALL L l 
1998//51 54 43 .99 169 H8H 3 616 26.42 YES TEN .616 EBALL TSRESULT OF DISCREPANCY REOOLUTION 

S1998/5/18 54 43 IHISTORY REVIEW PERFOREDS 
1998/15/01 64 43 NoD 1 TOH TIH .610 ZPS3C 471 
1996/11/N1 64 43 NOD I TSO TSH .618 PRSNM 821 

I1996/64/I 64 43 H68 1 HIN 26.16 TEC TEN .WIN 2BAHF 991 

1 56 43 .36 1605 FSD 1 6H 7.25 TEC TEN .610 lEARH 771RESULT OF HISTORY REVIEW 

S1999/16/NI S 43 NDD TON TSH .618 ZPS3C 411 
1998/85/01 5 43 1.96 73 686 6 NEN 7 42 TEC TEN .616 ERALL 5IRESULT OF DISCREPANCY RESOLUTION 

19989/5/81 56 43 INSTORY REVIEW PERFORNED 
1998/65/61 56 43 NDD 1 TOH TSH .WN ZP3C 471 
1996/11/61 56 43 NDD 1 TON TSO ZPSNP 821 

1 1998/84/81 56 43 68M 1 86H 6.48 TEC TEH .610 ZBANF 991 

166 43 .46 28 FSD 1 S3C 36.37 TEE TEN .618 lBARH 751RESULT OF HNITORY REVIEW 

1 1999/118/1 186 43 NOD TON TSH .618 ZP13C 41; 

I1998161682 16 43 .66 63 MEN 3 83C 36.36 TEC TEN .61 EBALL SIRE3ULT OF DISCREPANCY RESOLUTION 
51996/65/N 16 43 IRSTORY REVIEW PERFORNED 

I 1998 /8581 166 43 NOD 1 TOH TSH .618 ZP03C 47I 
1996/11/61 186 43 SD 1 TSH TSH .61: ZPSNN 761 

3 44 .33 147 FSOD 1 03C 19.38 TEC TEN .616 6BARH 931RESULT OF HISTORY REVIEN 
1999/18/61 3 44 NDO TSH TOS .616 ZP03C 391 
1998/85/81 3 44 NDD 1 TSH TOH .618 ZP03C 1191 
1996/11/01 3 44 NOD 1 TSH TSO .616 ZPSNR 811 
1993186/81 3 44 OR3 1 63C 68 64C TEH .618 ENALL 21 

1993/66181 3 44 OR I N6H .66 6SH TEN .618 ENALL 21i 
1993/66/61 3 44 NDD 1 TEC TEN .586 ERAS) 271 

I / 19 44 .36 144 FPD 1 66H 5.88 TEC TEN .816 6BAR8 851RESULT OF HISTORY REVIEW 
:1999/16/i 19 44 .29 146 FSD 1 SH 6.96 TYC TEN .616 BARH 13 RESULT OF HNSTORY REVIEW 

1998815/81 19 44 NDD 1 TSH TSH .618 ZPO3C 1191 
19961/1/81 19 44 NOD I TSH TSH .616 ZP3NN G1J 
1992/63/61 19 44 NDD 1 TEN TES .610 EBALL 211 

21 44 .79 162 FSD 1 63C 8.79 TEC TEN .816 88ARH 75/RESULT OF HISTORY REVIEW 

i 21 44 .74 159 FSP I 63C 9.78 TEC TEN .816 NBARH 7SIRESULT OF HISTORT REVIEW 

1 21 44 .17 72 FSD 1 1iC 24.53 TEC TEN .1N I NARH 7SIRESULT OF HISTORY REVIEW 

19991861 21 44 NDD 0S4 VS4 .186 ZPUFH 137/ 
1998/66/51 21 44 NDD 1 TSR TSR .861 ZPS3C 751 
1996/11/01 21 44 NDD 1 TIH TSI .61W 2PSN. 811 
1995/97/81 21 44 5.65 176 DNT 9 VS4 -. 83 TEC TEN .16. E9ALL 11, 

1995/87/81 22 44 .88 158 H/B 1 N3C 16.16 TEC TEN .618 EBALL 111 
1995/17/01 21 44 NOD 1 TSH TSH .626 23S3C 631 
1998/64/61 21 44 686E 1 3C 8.68 TEC TEN .61W ZBAHF 991 

75 44 1:48 NPCT 31 P2 VS3 -. 38 TEC TEN .61W Me ARN 771 

1999/160/1 75 44 1.24 8 PCT 25 M2 0S3 - 65 TYC TEN .616 68ARH 131 
1998/65/R1 75 44 N8D 1 TSH TOH .816 ZPS3C 119i 

1996/11/61 76 44 NRD 1 TSH TSI .618 ZPSNR 781 
1 1993/96/01 76 44 D5D 1 TEC TEN .616 EBALL 21 

77 44 68 6 PCT 13 P2 VS5 .87 TIC TEN .618 lBARH 751 
199/185/81 77 44 R1D 1 TSH TSH .618 2PS3C 1211 
0996/11/01 77 44 NOD 1 TSH TS .616 2PORN 761 
1991/87/01 77 44 NOD I TEC TEN .618 WBALL Il 
1995/07/91 77 44 NDD I TSH TSH .626 2303C S91 

111 44 24 111 VOL 3 ecR 68 68C 66C 618 ZP13C 61 
111 44 57 6 PCT 11 P2 N6C S.96 EC TEN 618 6 6BARH 75! S . . .. ... . .. . . .. . .. . .. . * . .. ÷ .. .÷ . . .. . .. . .. . .. . .. . . . ÷....... °.... ÷....... o....... -- - - - ...... ÷...... -- - - .. . . .. . . .. . . .. . . .. . . .. . . .. . . .. . . .  

I NSPDATE ROW COL VOLTS DEG INS PER CRN LOCH INCH1 INCH2 I CRLEN CEG BEGT ENDT PDIA PTYPE CAL CONNENTS 
..................................... ........ ................. ............... .. ........... ....... ........... ...... ...... 1...............................................
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SG - A ALL REPORTED INDICATIONS 

Pas/ des 1 RF07 PAL 2NN16581 05/N1/2861 14:NN:43 

, INPSPATE ROW COL VOLTS DES INS PER CNN LOIN 1NCHi INCH2 I IRLEN CEG BEST ENDT PDIA PTYPE CAL COMMENTS 
I S D T HOW . .. .CO VOLTS DE .... PE .... LOC .... I ÷H ... .. _ ___... _ . . . . . +. . . .÷. . . . . ....... ÷...... ÷...... ÷...... ....................................................  

1 99611N1/ 118 R1 .72 97 NBN 3 N4C 22.92 TEC TEN .61: ENALL S/RESULT OF DISCREPANCY RESOLUTION 

1996 111101 1R 5 INF 3 SIC 7.80 TEC TEN .61 EBALL 8/RESULT OF DISCREPANCY RESOLUTION 

199611/Ni 118 81 .26 94 NEW 1 SIC 9.11 TIC TEN .616 EBALL 8/RESULT OF DISCREPANCY RESOLUTION 

199W111/1N 119 51 NDD I TSN TON .RH N ZPSNM 261 

1990/I 4/N1 118 51 .25 144 UM I SiC 7.9 TEC TEN .61 ZBANF 291 

7 r2 .21 129 FSD 1 3NH 14.NN TEC TEH .81 NOARNH 891RESULT OF HISTORY REVIEW 

S19899/D/1 7 52 NDD TEC TEN .i 1BARNH 13/ 
199:1N/8/i1 7 82 NHD I TIS TSH .618 ZPS3C 51 

1996/u/SI 7 85 NOD I TON TSH .Wl ZPSNM Nil 

1992/83/61 7 82 - A .. . *. .... Y TEC .WIN IRAtL 32/ 

41 82 .93 N PCT 23 P2 VS4 -. 98 TEC TEN .WiN NBARH 31 
41 8 5 40.45 9 SLG P1 TEC 6.22 TIC TEN .81I NBAHN 3/ 

1999/15/01 41 62 890 TIC TEN .61W MBALL 143/ 

199g/1i/01 41 62 .86 N PCT IN MS V94 -6.3 TIC TEN .861 1eALL 149/ 
1i9919/1/1 41 52 43.94 4 SLO Ni TEC 6.28 TIC TEN .61W NIALL 1491RESULT OF HISTORY REVIEW 

1998/N5/1N 41 62 NOD 1 TOH TIS .61W SPSiC 1511RESULT OF DISCREPANCY RESOLUTION 

1996811101 41 52 NOD 1 TOW TOS .810 2P555 86/ 

1992/03/01 41 82 NOD TEH TEC .610 ERALL 32/ 

97 52 .64 S PCT 19 P2 VS2 1.68 TEC TEN .616 NARNH 3/ 

97 82 1.01 PCT 28 P2 8S4 -. 81 TEC TEH .616 NBARH 3/ 

97 62 1.00 5 PCT 24 P2 VS6 .93 TEC TIN .WIN NDAN 31.  

1999119//1 97 82 .90 N PCT 19 N2 912 .61 TEC TEN .61 NBARNH 1I 

1999/10/1N 97 82 1.36 N PCT 26 M2 V94 -. 81 TEC TEN .616 MBARH 1/ 

/10999/IN1 97 52 1.03 N PCT 21 52 VS6 .57 TEC TEI .816 NEANN 11 

1898808/1 97 52 NOD 1 TON TSH .610 ZPSPC 123/ 

1996/11/01 97 52 NOD 1 TSH T S i . PS 67/ 

1992/03/01 97 52 NDO 1 TEH TEC .WIN ZBANF 14/ 

1i9 N 2 .16 99 FSD 1 618 27.69 TEC TEN .61WiN NAN 31RESULT OF HISTORY REVIEW 

/1999/10/01 109 2 .16 106 FSD 1 18N 27.90 TEC TEN .W1i UBAR 1/RESULT OF HISTORY REVIEW 

1998/051/1 1N9 52 NDD 1 TUH TSH .61N ZPS3C 791 

1998/11/91 109 82 NDD 1 TOS TSI .WIN SPNSN 67/ 

1993/03/01 1N9 62 NOD 1 TEN TEC .01: SBARF 17/ 

48 53 1.88 0 PCT 25 P2 V94 -80 TEC TEN .61 1BARM 3/ 

48 63 .68 N PCT 19 P2 VS4 .88 TEC TEN .61W MANN 3/ 

199911/011 46 83 1.07 0 PCT 26 M2 VS4 -. 69 TEC TEN .61W NBALL 143/ 

1999/1S1/i 46 53 .91 0 PCT 24 M2 VS4 .83 TEC TER .61W MBALL 143/ 

1998/08/N1 46 83 .35 PCT 13 M2 904 -. 83 TEC TIN .WIN EBALL SIRESULT OF DISCREPANCY RESOLUTION 
19991/011 48 83 .36 PCT 12 M2 V94 .84 TIC TIN .WIN IBALL 8/RESULT OF DISCREPANCY RESOLUTION 

1998/08/01 46 53 NOD I TON TOW .WIN OPSIC 157/ 

199/ 11/a1 46 83 1.40 PCT 18 M2 VS4 *i.N3 TEC TEW .W1I EBALL 1/ 

1996/11/N1 4/ 83 1.61 PCT 12 Ni VS4 .94 TIC TEN .WIN EBALL 1/ 

199:/11111 48 83 NOD 1 TSH TOW .WIN ZPURN 110/ 

1998/07/01 46 53 1.24 PCT 13 11 VS4 -a.6 TEC TEN .1 EBALL W/ 

1995/N7/N1 46 53 NOD 1 TOS TSH .818 ZP6N 77/ 

19950/7/01 46 53 NOD 1 TON TON .86 23031 84/ 

/8 53 .19 139 FSD 1 041 6,8W TEC TEN .61 MBARNH 31RESULT OF HISTORY REVIEW 
58 N 3 .32 34 FOD S N3C 32.98 TEC TEN .61W iNM N 3/RESULT OF HISTORY REVIEW 

58 53 .58 40 FSD 1 N2C 37.25 TEC TEN .61 lBARNH 31RESULT OF HISTORY REVIEW 
1998/05181 58 5 3 NoD 1 TSH TSO .61W ZPS3C 128/ 

1996/111 T TSH .1 ZPSNK 81 1996 11 58 53 NO6IH , 

1999/071 58 53 .26 68 NEW 1 631 32.96 TEC TEW .010 EBALL 

1991/07/01 58 53 .88 29 MBN 1 62C 37.19 TEC TEN .818 IEALL 8/ 

1991/07/91 RN 53 NOD 1 TON TSH .620 Z313C /81 

1995/07/01 58 83 NDD 1 TOS TOS .610 ZP8NM 78/ 

70 53 .68 6 PIT 17 P2 N3C -e3 TEC TEN .610 MDARN 31 
78 53 .37 128 VOL 3 3C -. 03 83C 3C .816 ZPO3C 6/ 

1999110/N/ 78 53 .33 162 DSS Mi 03C .NI TEC TEN .61W MBARH 15/RESULT OF HISTORY REVIEW 

19985/01 70 53 NDF 2 03C -. 83 S3C N3C .815 ZPS3C 2/RESULT OF LEAD ANALYST RESOLUTION 
1998/08/Ni 78 83 .38 NW DOI NI 031 - .3 TIC TIN .616 1bALL 8/RESULT OF LEAD ANALYST RESOLUTION 

19981/51/1 70 53 ODD 1 TSH TON .61W ZPS3C 47/ 

/199W/lI/Ni 7 83 .58 168 PCT 8 1 83C .20 TIC TEN .816 EBALL 1/IRULT OF DISCREPANCY RESOLUTION 

199W112/l1 7a 83 OD TSH TSM .85I ZPSNM 27/ 

19951/7/Ni 70 83 .44 161 PCT 9 1 83C .6 TEC TEN .616 EBALL 6/ 

1991/7/Ni 70 13 NoD I TON TON .826 Z313C 8/ 

/ 1998/07/N1 70 53 ODD TSH TOS .810 ZPSNS 72/ 

/ 84 83 .67 0 PCT 19 P2 VS2 -. 89 TEC TEN .WiN MUARN 31 

1999/iN/N1 84 53 .48 56 PIT 14 M2 V92 -. 96 TEC TEN .618 NBARH 89 

1998/08/N1 84 63 NDD 1 TSH TSHW .61 ZPS3P 12/ 
N9W6/I1/0I NA 84 53 ODD 1 TSH TSN .818 PSNP 68/ 

"/ 1990/7/1 84 53 NOD 1 TEC TEH 0618 EBALL 61 

1995/07101 84 83 NDD 1 TSH TSO .620 53S3C 59/ 

/ 88 53 .78 0 PCT 14 P2 VS4 .74 TEC TEN .618 MNARH it 

/ 19995lN"1 95 3 .79 PCT 20 M2 VS4 .54 TIC TEN .610 NEARH 87/ 

1998105/11 88 13 NDD 1 TS TSH 61W ZPS3C 83/ 

1996/11/0 8 13 R"D I TSH TSH WIN ZPSNM 681 

.1991/97/N1 88 8N OD I TEC TEI .WIN ESALL 8/ 

19991/7/N1 88 53 NOD I TSH TSH .620 23031 88 

43 54 .20 187 FSP 1 03H 26.76 TEC TEH .618 MBARH 31RESULT OF HISTORY REVIEW 

1999/IN/N1 43 54 NOD TEC TEI .818 NBALL 149/ 

/ 01998N5/1 43 54 NoDD 1 TOH TH .618 ZPS3C 183/ 
199/11/1R 43 64 NDD 1 TSH TON .010 ZPSNI 110/ 

19920/3101 43 54 NDD 1 TEN TEC .WIN ENALL 32/ 

129 54 .80 l1e VOL 3 621 -. 96 821 O2C .616 ZPS3P 1/ 

129 84 1.69 N PCT 27 P2 2C1 -. 95 TEC TIN .618 UNNN 79/ 

1999/i8/NS 129 14 NDD TEC TEN .61W MBAR 91/ 

/199610O/H 129 84 NDD 1 TSH TIH .610 ZPS3C 88/ 

1998/11/N1 129 54 NOD I TSH TSH .610 ZPSNM 67/ 

1993/86/01 129 54 NOD 1 TEC TEN .WIN ERALL 6/ 

16 8 5 .91 133 FSD 1 03H 1.43 TEI TEN .61W MBARH N 93RESULT OF HISTORY REVIEW 
1999/1i/N1 16 55 NDD TSH TOS .61W SPS3C 39/ 

1998/N5101 16 55 INF NI 039 .47 TEC TEN .61W EBALL 8/RESULT OF DISCREPANCY RESOLUTION 

/998/85/NI 16 55 1.37 98 NM 6 63H 1.43 TEC TEN .610 ESALL 8/RESULT OF DISCREPANCY RESOLUTION 

199285810 16 55 IHISTORY REVIEW PERFORMED 

1998/05/N1 16 55 NOD I TSH TSN .610 SPO3C 47/ 

1996/Il/Ol 16 55 NDO 1 TSH TOS .61W ZPSNM 83/ 

199980141/1 16 55 8MN 1 N3H *40 TEC TEN .:1 ZBAHF 99/ 

26 .8 .28 121 FSD 1 TSH 2.66 TEC TEN .610 MBARH 31RESULT OF HISTORY REV0EW 
26 58 .28 186 POD I SIN 16.88 TIC TIN .10 NBARH 3/RESULT OF HISTORY REVIEW 

26 58 .18 71 FSl I GIN 23.46 TEl TEH .610 NEARH 3/RESULT IF HISTORY REVIEW 

1999/1S/N1 26 5' NDD TSH TSH .610 ZPS3C 39/ 

S199918/Si 26 S5 NOD VS4 V54 .589 ZPUFH 131/ 

1998/58/81 26 88 .79 97 UNM 3 TOS 2.74 TEC TEH .61W EBALL 8/RESULT OF DISCREPANCY RESOLUTION 

1998/0: 1 26 66 HISTORY REVIEW PERFORMED 

1998905/01 26 55 .64 116 UBM 3 TSH 6.49 TIC TEN .610 EBALL 8/RESULT SF DISCREPANCY RESOLUTION 

1 199I/88/N 26 55 NIHTORY REVIEM PERFORMED 

199/085101 26 55 I[F 3 OIS 18.62 TEC TEN .WIN 6BALL 8/RESULT OF DISCREPANCY RESOLUTION 

1 1998/RI 28 /@ .84 63 MOM 6 81H 16.61 TEC TEI .10 IEBALL 8/RESULT OF DISCREPANCY RESOLUTION 

1998185/N1 28 88 IHISTORY REVIEW PERFORMED 

1998/81/01 26 55 .57 108 UMM 3 1Nb 23.36 TEC TEH .61W EBALL 1/RESULT OF DISCREPANCY RESOLUTION 

1998/05/01 26 55 HISTORY REVIEW PERFORMED 
1998/05/01 28 18 525 385 ONT NI 934 41 TEl TEN WIN bALL 51RESULT OF DISCREPANCY RESOLUTION 
1998//6101 26 15 000 1 TIN TON 610 SPS3C 47/ 

1996/11191 26 165 NDD TSH TSH .610 SPSNS 86/ 

19 99g0'4/9I 26 1S UN S TSH 2.70 TEC TEN .610 Z8AHF 99/ 
1996/HA/NI 26 01 5N 1 819 169 TEC TEN .610 ZSAHF 99/ 

....... .... . ............................. .... .... ................ ......... .. ........ ..... ........ ........ ....... ....... ....... ................ ............. .................  
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Pailsad., I RF97 PAL 2801S501 I5/11/2001 14:00:43 

INSPDATE ROW COL VOLTS DES IND PER CNN LOON INCH1 INCH2 I CRLEN CEG BEGT ENDT POIA PTYPE CAL COMMENTS 
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46 55 .82 a PCT i5 PS V04 .67 TEC TEN .61N NBARH 1i 
1000/Il/IS 40 05 5.09 I PCT 25 M2 VS4 .90 TOC TEN .610 NBALL 1461 
1999,101010/ 46 55 NOD TSH TSH .611 ZPS3C 1611 

19981/N5101 46 55 .17 PCT N M2 VS4 .81 TEC TEN .619 EBALL DIRESULT OF DISCREPANCY RESOLUTION 

/100010/1/ 46 50 MOO 1 TsH TON .610 ZPS3C 1571 
1996/11101 46 55 NO S TOH TSH .611 SPSNO 111i 

76 55 .41 112 VOL 3 03C .04 91C NOC .61: ZPS3C 61 
76 55 1.36 N PCT 27 P2 U3C 1.00 TEC TEN .61 INBARH 831 

1999/00/S1/ 70 55 MOO TIS TSH .610 ZPS3C 4 1 
S 9.8/ /1-75 .•: r -.-. . .. .. TOO TEN .616 EBAIL 5I 

19 S816/I 1 76 55 TP3 
099611/01 76 55 NOD I TSH TSH .61o SPONM 681 

1168 5 .30 156 FSP I 00H ,94 TEC TEN .61 1MBARH 3RESULT OF HISTORY REVIEW 
1999100/I 1 118 55 NDD TON TON .610 3SFC 411 
S1998/10/1 116 95 IMP 3 016 8.72 TEC TEN .610 EBAIL 71RESULT OF DISCREPANCY RESOLUTION 
1998/10/01 118 DO 1.41 71 148N 6 SIN 10.02 TEC TEN .610 EBALL 7IRESULT OF DISCREPANCY RESOLUTION 
199008/5/01 116 5 1HISTORY REVIEW PERFORMED 
19986/515/01 118 55 ROD 1 TSH TOH .611 ZPS3C 471 
1996/11/05 11B 55 MOD 1 TSH TSH .61 ZPSNM 871 
1991/I41I1 118 55 NBM I SMH 8.78 TEC TEN .61$ ZBAHF 91 

50 56 .58 O PCT 13 P2 D8M -. 61 TEC TEN .6131MBARH 31 

1999/16/61 59 56 NOD TEC TEN .61 1BARM 15i 
1008/651/1 50 56 NOD S TOS TOH .610 ZPS3C 1231 
1006/11/IS 59 06 NOD S TON TSO .613 zPSNM 101i 
1993/86161 59 06 0DD D TEC TEN .610 EMALL 71RESULT OF DISCREPANCY RESOLUTION 

129 06 3 IS 6 POT 19 P2 N2O .95 TEC TEO .610 1MBARH 791 
129 58 .31 67 VOL 3 02H .59 02H NOH .61: ZPS3C 1671 

199006/65/IS 129 56 NDoD TsN TSO .610 ZPS3C :31 
1996/10/1 129 56 NOD I TsH TSH .610 ZPSNM 651 
199500/07/51 129 56 NOD 1 TEC TEN .610 EBALL SI 
1995/67/Il 129 56 NOD I TSH TSH .620 23S3C 59 

32 57 .20 122 FSD 1 IH 16.96 TEC TEN .610 1MBARH 83IRESULT OF HISTORY REVIEW 
32 57 .33 156 FS0 1 I3C 0968 TEC TEN .61 H 18M 3 93IRESULT OF HISTORY REVIEW 

19986/65/1 32 57 MOD I TOS TIH .610 2PS3C 153I 
1006/11/61 32 57 .55 183 1M 3 01H 16.68 TEC TOH .610 EBALL :OIRESULT OF DISCREPANCY RESOLUTION 
1006/111 32 07 5.53 176 ONT MI VS4 .04 TEC TEN .610 EBAIL 10I 
109960611/01 32 57 NOD I TSH TSH .610 ZPSNM 1111 

50 59 .41 149 FS 0 02C 27.36 TOC TEN .610 1BARM 83IRESULT OF HISTORY REVIEW 
1999100/IS 59 59 NOD TOH TSH .610 2PSIC 3 
1598/65/IS 59 58 IRF 3 0 26.31 TOC TEM .610 EMALL 7IRESULT OF DISCREPANCY RESOLUTIOM 
198/60/6501 59 69 .77 112 180 3 O2C 27.33 TOC TEN .610 EBAIL 7IRESULT OF DISCREPANCY RESOLUT00O 

1898/05/6O 9 58 0HISTORY REVIEW PERFORMED 
1998/65/81 5 50 MOO 1 TSH TOH .610 ZPS3C 471 
1996/11/01 50 68 DD I TSH TSH .610 ZPSNPN 161 

1990/14/Il 59 58 NB0 1 10C 26.38 TEC TEO .616 MBAHF 991 

93 58 .72 6 PCT 20 P2 Vs2 -. 2 TEC TEO .610 1BARM 31 
93 58 .63 0 PCT 19 P2 Vs4 .76 TEO TEO .81 MBARH 31 
93 58 .8 0 POT 23 P2 V06 .72 TEC TEO .816 NB1 H 31 

1000/16/IS 93 58 MODO TH TSH .616 SPS3C 431 

195/010/61 93 09 1.09 C POT 26 MS V$2 -. 13 TOC TEO .810 18MM 91I 
5810161 93 09 .9 0 6 PCT 23 M2 V04 .33 TEC TEN .61 IBARH I 

1099/16/Il 93 68 1.15 I PCT 26 M2 V06 .04 TEO TEH .616 MNARH 911 
1998/05/01 93 58 MDD 1 TOH TSH .161 ZPS3C 1231 

1996/11/01 93 58 NOD 1 TSH TSH .616 SPOON 661 
1993/86101 93 5: DOD I TEC TEN .616 EBALL 71 
1993/06161 93 58 NOD 1 TSH TSH .816 ERS0 R 361 

/ 22 59 .84 160 FSD I 03H 25.62 TEC TEN .616 8MARM 83IRESULT OF HISTORY REVIEW 
1998/05/01 22 59 N9D D TOH TSO .610 2PO3C 1551 

f 96/11/01 22 59 MOO 1 TSH TSH .616 ZPSNN 861 
1990/07/01 22 59 ROD I TEC TEO .610 EBAIL 3I 
1005/07/01 22 50 NDD I TON TON .626 Z3S3C 651 
I1995/07/M 22 00 MOD S TOH TSH .616 ZPOON 721 

46 59 .34 39 FSD I 03H 36.15 TEC TEN .610 MARH 71RESULT OF HISTORY REVIEN 
1998/05/01 46 59 NOD 1 TSH TSH .610 ZPS3C 1531 
1996/11/11 46 59 NDD 1 TOH TSH .610 zPsON 1111 

1995/07/01 46 59 ROD 1 TEC TEN .610 EMALL 5I 
1995/17/NI 46 59 NOD 1 TSH TSH .626 Z303C 841 

92 59 .72 8 PCT 20 P2 V94 .91 TEO TEO .61: MBARH 7I 
199900/16/ 92 59 .77 N PCT 21 02 Vs4 - .81 TEC TEN .61. 1M8H 91i 
S1099/1601 92 59 .79 POT 21 M2 VS4 ,55 TEC TEN .610 1AMRH 91i 
1998105/61 92 59 NOD 1 TSH TSH .610 ZP13C 1231 

I 1096/11/610 92 59 NOD TSH TSH .616 ZPSNM 66! 

I 5100/6718/ 1 92 59 MOD 1 TEC TEO .610 EBALL 55 
I1099/87/Il 92 50 600 1 TOO TOO .621 2303C 561 

e16 60 1.69 I PCT 26 P2 VS4 -1.64 TOC TEN .611 M8ARH 71 
106 59 1.63 a PCT 25 P2 VS4 .I3 TOO TEO .616 MARO 7I 
n1 6 56 .77 6 PCT 21 P2 V06 -. 03 T OO T OV .61 M l8AR H 7 I 

1999010/01 106 59 4.65 181 0NG 1 OSH 27.22 TEC TEN .611 MBARH 871 
1999116/60 166 09 3.52 181 DMT 01 002 .66 TOO TEN .61 MOARM 691 
1999/11/61 106 59 .47 9 PCT 15 M2 VS4 -1.03 TEC TEN .611 18ARH 891 
S1099/11/1 196 50 1.62 6 PCT 25 M2 VS4 .56 000 TON .610 MOARO 91 
I1999/1/61 166 50 .57 6 PCT 17 V2 0S6 -. 66 TEC TEN .616 MARN 801 

1998/656/1 196 09 NOD 1 TSH TSH .611 ZPS3C 1201 
1996/11/1I 106 00 MOD I TSH TOH .616 ZSMM 661 
19950/07/1 166 69 MOD 3 TEC TEN .611 EBALL 61 
1 995/07/I 106 59 MOD I TSH TsH .620 2303C 581 

112 59 .76 6 PCT 28 P2 V04 -. 44 TEC TEO 610 NBARH 71 
112 50 .96 0 PCT 24 P2 VS6 .96 TEC TEN .611 1BARH 7l 

1999/10/61 112 59 1.18 6 PCT 23 MS 004 -. 22 TOO TEN O6180 AR 151 

1999/10/NI 112 50 1.45 6 POT 26 62 006 1.86 TEC TEN ,61: 1MBA 15I 
I1908/00/1 112 SO NDD I TSH TSH .611 ZPS3C 1231 
1996/11/61 112 59 MOO I TSH TSH .61 ZPSNO 661 
1992/93/61 112 59 MOD 1 TEN TEC .616 ZMAHF 171 

I 17 66 1.50 19 FD 1 DOBH 5.69 TEC TEO .6118MB OSIREOULT OP HISTORY RE910W 

19980/60/1 17 68 NOD I T TSH .611 ZPS3C 1531 
19900/11/1 07 60 1.00 24 18 1 65H 14.38 TEC TEO .610 EMALL IGIRESULT OF DISCREPANCY RESOLUTION 

1 1996/11/01 17 60 1HISTORY REVIEW PERFORMED 
1996/11/el 17 69 MOD 1 0NT TON .611 SPONO 29I 

21 66 .27 153 POD 1 149 7.14 TOO TOH .616 OMARH 831RESULT OF HISTORY REVIEW 
1999/05/61 21 66 NOD I TOO TOM .611 ZPs3c 1031 
1996/11/91 21 66 NOD I TOc TEO .61 EMALL IGIRESULT OF DISCREPANCY RESOLUTION 

1 996/11/01 21 66 9DD 1 TsO TOO .611 sPaN 1 291 

41 69 1.15 N PCT 25 P2 65H 93 TOO TOM .611 MMARN 71 

/ 41 6M .61 97 VOL PI 5H 6 86 65H 65H .60 Z'SF3C 1671 
1998/65/61 41 60 0D0 1 TON TOO .610 2P030 1531 
I 06/11/91 41 60 MOD I TEC TEN .610 EBALL 161 
1996111/91 41 6 MOD 1 TsH TSH .618 ZPSNM 1111 

I 47 S .44 34 FSD 1 64C 17.17 TEC TEN 610 OMARN 7IRESULT OF TOST REVIEW 
1 199/16/910 47 50 ND TEC TOM .616 MALL 1451 

Do19986/81 47 00 600 1 TSH TOO .616 ZPS3C 1531 
1096/11/61 47 59 MOD I TSH TIM .6 SPSRM 1161 

I 1993/66/81 47 60 NOD 1 TEC TEN .618 E6AIL 91 

i INOPOATO Row CO01 VOLTS DEG 1ND PER OHM LOOM 19001 INON2 I CRIER COO ROOT 0001 POIA PTYPO CA1 CORNENTS 
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22 61 .67 168 FCD 1 s1c 20.48 TEC TEH .618 MBARH 831RESULT OF HISTORY REVIEW 
199901156/ 22 61 NHD TOH TSH .61: ZPS3C 391 
S1VVR/65/1 22 61 NDO 1 TEC TEN .61 ECALL 71 
1 VR/H1OH 220 6 NHD 1 TSH TSH .61a ZPS3C 15C3 
1 916110/H1 22 61 NDO I TSO TSH .61 P ZOPN 1012 

42 61 .47 123 FSD I H2C 14.88 TEC TEV .618 64ARH LIRESULT OF HISTORY REVIEW 
lggV/L8/61 42 61 NOD TSH TSH .618 ZPS3C 1611 

191V51/1 42 61 OHF 3 HOC 10.07 TIC TER ROB EBALL 71RESULT OF DISCREPANCY RESOLUTION 
199:V/5101 42 61 .95 183 888 3 92C 13.03 TEC TEN .618 EBALL 7IRESULT OF DIOCREPARCY RESOLUTION 

199 5/ 42 60 IHISTORY REVIEW PERFORMED 
19 9 / 1 5 , 0 1 4 2 6 1 R O O ;; : . . , I • ! : ; : " I : ; i T S H T S H . 6 1 : Z P S 3 C 1 S 3 1 

I1006/65/HO 40 61 "800 "-. ;-.;1150 

1996 1110O 42 60 NCD 1 TSH TSH .:IH ZPSNM 1161 
9 91099 14 42 61 MOM 1 H2C 12.78 TIC TEN .ROH ZBAHF 991 

82 61 .56 9 PCT 17 P2 VS3 -.63 TEC TEN .618 4BARH 7I 
21000/0/HO 00 61 .45 PCT 12 H2 VS3 .46 TEC TEN .RO 16B6H 1 

199000/106/8 62 61 NHD TSH TSH .61R ZPS3C 435 

1998:/5/01 82 61 .00 POT 11 H2 VS3 -. 71 TEC TEN .618 EBALL 71RESULT OF DISCREPANCY RESOLUTION 
1998 29/1/R 2 60 NHD I TSH TSH .616 ZPSSC 491 
1996/11/01 82 61 NODC 1 TSH TSH .616 ZPSNM 651 

64 60 .21 09 VOL 3 H3C .15 H3C H3C .610 ZPO3C 61 
64 61 .55 109 VOL 3 H3C .00 H3C H3C .618 ZPS3C 61 
64 61 1.05 0 PCT 25 P2 H3C .06 TEC TER .610 6BARH C1 

19990/18/01 84 6N ODD TSH TSH .610 ZPS3C 43 
010/8 5/9H 64 61 NOD 1 TEC TEN .610 EBALL 7IRESULT OF DISCREPANCY RESOLUTION 

106/815/801 84 61 NOD 1 TSH TSH .60I ZPS3C 491 
1006/11/HI 84 61 NOD 1 TSM TSH .61 ZPSNM 661 

I8 61 .25 108 VOL 3 H2C .60 H2C H2C .608 ZPS3C 6R 

O 6 1.11 8 PCT 26 P2 HOc 1.86 TEC TEH .608 1 BAR6 7j 

180000/18/H1O " 61 NOD TSH TSH .610 ZPS3C 43$ 
1900/65/60 00 60 NOD 1 TEC TER .610 EBALL 71RESULT OF DISCREPANCY RESOLUTION 
199 80/65/H1 6 61 N 1 TSR TSR .60H ZPS3C 490 

I 19O6/11/O 088 601 HD 1 TSH TSH .616 OPSNH 661 

I1 62 1.13 C PCT 23 P2 VS2 -. 53 TEC TER .610 6BARH 5I 

10685/61 110 62 HOD I TSH TSH .61R ZPS3C 1231 
1006/11/61 111 62 DOD 1 TSH TSH .610 2PRNM 651 
1005/87/61 11 62 HER 1 TEC TER .608 EBALL 3j 
1995/67/NI 001 62 NOD 1 TSH TSH .620 Z3S3C 59S 

1 56 63 1.67 8 PCT 22 P2 VS5 -.16 TEC TER .616 6BARH 5$ 
1066/60 56 63 NOD 1 TSH TSH .618 ZPSOC 1531 
1996/11101 56 63 N5D I TEC TER .619 EBALL OOIRESULT OF DISCREPANCY RESOLUTION 
1996/11/01 56 63 ND 1 0 TSH TSH .610 ZPSNM lIl, 

10 63 .66 6 PCT 16 P0 VS2 .37 TIC TER .616 1B66H 71 

1999/10/01 1088 63 .7 89 PCT 21 H2 VS2 .56 TIC TEN .610 1BARH 931 

19980/95/11 108 63 NOD I TSH TSH .610 ZPS3C 1251 
1996/11/HI 068 63 NHo 0 TSH TSH .61 ZPSN 651 
1993/86/HI 060 63 NDD 0 TEC TER .61 ERALL 91 

1 118 63 1.60 6 PCT 21 P2 VS4 -. 93 TEC TEH .60 14AR6 5I 
I1008/65/60 106 63 8DD 0 TSR TOO .606 OPSOC 651 

1096/11/60 116 63 NHo 0 TIC TOO .611 184LL 7IRESULT OF DISCREPANCY RESOLUTION 

1996/10/60 118 63 NDD 0 TSH TOS .610 ZPSNH 205 
I100 64 .74 6 PCT 16 90 OBR -1.73 TIC TE .610 16ARH 93I 
1: 64 .54 8 PCT 15 P2 C -1.54 TEC TER .601 1-AR. 631 
1C 64 .43 156 FOC 0 HOC 00.76 TEC TEH .616 1BAR0 R3ORESULT OF HISTORY REVIEW 

1999/16/0 00 64 .56 PCT 16 M2 DBC 1.19 TEC TEN .618 1BARH 131 
1999116/01 19 64 186 1 G3C 18.94 TEC TEI .610 NBAR1 131 
106850 19 64 N6D 1 TSH TSH .610 ZPS3C 1531 
199611/60 19 64 NDD 1 TSH TOS .610 ZPSNH 1851 
19:2/63/03 10 64 NOD 1 TEH TEC .619 EBALL 311 

1 1006/84/ 19 64 166 1 63C 18.:0 TEC TEH .610 ZBAHF 901 

2 1 64 .56 8 PCT 15 P2 DBH -1.67 TEC TEH .610 16AR8 831 
I 19980/5/81 21 64 NOD 1 TEC TEO .610 EBALL 7I 

1908/00/8011 21 64 Ron 1 TSH TOS .619 PS3C 471 
1906/11/81 21 64 NOD 1 TOH TSH .610 ZPOHO 1851 

27 64 .15 122 FOD I TSC 7.96 TEC TEO .610 16A08 831RESULT OP HISTORT REVIEW 
1999/18/01 27 64 NOD 0S4 VS4 .586 ZPUFH 1301 
199900/18/H1 27 64 16.64 175 CNT HO 004 -. 06 TEC TH .606 W64LL 1451 
19985/81 27 64 NO6 D TSH TON .6M 6 ZPS3C 1531 
1996/11/61 27 64 NDD 0 TSR TSH .606 0SN8 16.5 
1993/06/81 27 64 7.85 176 CNT HI VS4 -. 84 TEC TER .616 EBALL 91RESULT OF DISCREPANCY RESOLUTION 

I 31 64 029 157 FCD 0 806 2.69 TEC TEN 618 MBARN 3OIRESULT OF HISTORY REVIEW 
1000,18/NO 30 64 .29 104 FSC 1 TSH 26 60 TEC TEO 6618 KBALL 1451RESULT OF HISTORY REVIEW 
1000/16/60 31 64 O57 174 CNO M1 VS4 ".99 TEC TER .610 PBALL 1451 
19 90/18/1 31 64 NDD TSH TSH .608 ZPS3C 161I 
19980/65/N1 31 64 NOD I TSH TSH 610 ZPS3C 1531 
19906/11/N1 31 64 NOD TSH TON .606 ZPSNO 1831 
S16/11/61 31 64 HOC 1 TOS TSH .61 ZPSOH 1851 

9095/N7/01 31 64 HOC 1 TOS TSH 60 Z3S3C 841 
1992/63/01 30 04 DD 1 TE TEC .610 EBALL 311 

3 3 64 .69 155 FCD 1 610 6 13 TEC TER .616 MBARH 83IRESULT OF HISTORY REVIEW 
33 64 O18 102 FSC 1 808 10 92 TIC TER .610 "BAR6 83ORESULT OF HISTORY RE0VEW 

1000/16/61 33 64 ND0 TOS TSH .610 ZPSOC 1R61 
10980/5/01 33 64 .67 121 886 3 606 6.97 TEC TEN .610 EBALL 7IRESULT OF DISCREPANCY RESOLUTION 
10G68 5/.1 33 64 HISTORY REVIEW PERFORMED 
1998/0/5/01 33 64 .89 114 680 3 600 6.21 TEC TEO .619 EBALL 71RESULT OF DISCREPANCY RESOLUTION 
1 9908/051/1 33 64 IHISTORY REVIEW PERFORMED 
1998/0/5/61 33 64 .44 184 1B6 3 608 13.13 TEC TEN .618 EBALL 71RESULT OF DISCREPANCY RESOLUTION 
199080/65160 33 64 IHOOTORY REVIEW PERFORMED 
1 9908/051/H 33 64 NDD 1 TOS TSO .618 ZPS3C 1531 

199 6/11/01 33 64 NDD 1 TSH TSH .008 ZPSNM 1631 
1996/11/61 33 64 NOD I TSH TSH .016 ZPSNM 1651 
1995/87/81 33 64 HOD I TSH TSH .620 Z3S3C 841 

41 64 .23 152 FCD 1 H2C 11.99 TEC TE .61N NBARH 71RESULT OF HISTORY REVIEW 
I098560 40 64 NOD I TEC TEE .613 EBALL 7 RESUOT OF CISCREPANCY RESOLUTION 
l998/O5N/H/ 41 64 NOD I TSH TSH .061 ZPS3C 1531 
1 996/11/01 41 64 MOD 1 TSR TSH .608 ZPSNH 1061 

1 44 65 1609 9 PCT 26 P2 VS4 --69 TEC TER .608 HRARH 71 
1990/18/60 44 65 NDD TEC TOO .616 HBALL 1456 
I908/65/60 44 65 HOC 1 TSO TSH .606 0903C 1531 
19 6111161 44 05 OD9 1 TSH TSH .610 ZP0N9 1111 
10005/7/60 44 65 NDD 0 TEC TEO .061 EHALL 31 
1995/67/01 44 65 0DD 1 TSH TSH .62 Z03S3C 641 

I 98 65 .63 8 PCT 15 P2 VS2 -. 36 TEC TER .61 MHARH SI 

I000/08 91N ON 65 73 6 PCT 2O H2 VS2 -. 6 TEC TEH .6 HHARH 931 
1998/05/O1 98 65 NDD 1 TSH TSH .610 ZPS3C 831 
1 9960/1/NO 98 65 NDD 1 TOH TSH .608 Z0SN 64$ 
1995/67/O1 98 65 N0D 1 TIC TEN .6108 EALL 21 
199 07/N1 98 65 N00 I TSH TSO .620 Z3S3C 561 
1005/71/ 98 65 00D0 TOH TSH .60 ZPSNH 73 

10 65 .51 83 FCC 1 85H -1.62 TEC TEN .608 80ARH 71RESULT OF HISTORY REVIEW 
1 2 65 .25 113 FCD 1 86C 5.89 TEC TEH .616 6SARH 71RESU01 OF HISTORY REVIEW 

199910,0' 1 102 65 N0D TSH TSH .61: ZPS3C 43: 

199I805/61 10 65 ND8 1 TSH TSH 618 Z0S3C 490 
............................... _ . . .,.... ,.... ,............ ,......... ,............,........ .... ....... ÷....... ,...... ÷...... ÷...: 1 .......... .... .. . . . . . . ....................... ÷ 
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------ *---*--*----- ----- ---- *-----------*------*-------- ---- *---*----------------------------------------------÷........... ÷.... + ..... ÷..........+.... +.... + .... ÷.... ÷........÷......... , ......... .. ÷ ........ ÷.... ÷........÷....... +.......+...... ÷ ...... ÷...................................................+ 

1 1999/16/61 115 92 .48 6 PCT 13 02 VS1 84 TIC TEN .61 RE6AR0 201 

1 19981851/1 115 92 RDD 1 TOH TOO .61 ZPS3C 951 
1 1996111/61 115 2 NOD 1 TSH TSH .61 ZPSNM 54j 

19921/3161 115 92 NOD 1 TEN TED RON 2869P 171 

133 92 .81 6 PCT 15 P2 V96 .97 TEC TEN .816 1BARH 79I 

1999110/01 133 92 .28 PCT 9 62 V06 .89 TEC TEN .816 1BARH 211 

I 199885/61 133 92 NOD 1 TOH TSH .68L ZPS3C 971 

51996/11/61 133 92 ROD 1 TSO TOS .61 ZPSNM 54 

1995197/01 133 92 N6D 1 TED TEN .:1 ERALL 341 
1 19921/3/01 133 92 N8D 1 TEH TEC .61 E8ALL 261 

132 93 1.69 " PCT 31 P2 SEl .86 TEC TEN .610 6SARH 231 

1999110/01 132 93 18 62 003 - .83 TEC TEN .618 HS8H 211 

1999/19/01 132 93 1.32 . PCT 26 62 'S2 .56 TEC TEN .618 6BARH 21l 

1998/85101 132 93 INPF 2 9S1 .91 TEC TEN .616 EBALL 11XRESULT OF DISCREPANCY RESOLUTION 

1998105101 132 93 .23 PCT 16 M2 VS2 .63 TEC TEO .616 EBALI I11 

199 195/01 132 93 NOD 1 TSH TSH .616 0 P03C 511 

1998/11/01 132 93 INF 62 VS1 .84 TED TEN .616 E8ALL 52RESULT OF DISCREPANCY RESOLUTION 

1986111/01 132 93 1.65 PDT 17 62 VS2 1,69 TEC TEN .616 EBALL 51RESULT OF DISCREPANCY RESOOLUTION 

1998/11/01 132 93 NOD 1 TIS TON .661 ZPSNM 231 

1995/67/01 132 93 .94 PCT 11 11 VS1 .84 TEC TEN .606 EBALL 331 

121 94 .66 85 PLP 16 TSH .36 TIN TON .606 2PS3C 1351 
1999/16/61 121 94 3.59 179 067 61 937 -. 85 TEC TEN .861 H8AR 211 

1999110601 121 94 INR 19 TSH .31 TON TSH .616 ZP83D 491 

1998/65/81 121 94 .86 95 PLP 16 TSH .32 TSH TSH .61 ZPSOC 971 
1996811/01 121 94 NOD 1 TOH TSH .616 ZPONO 531 

1 1992/63/01 121 94 NOD 1 TEH TEC .618 EMALL 191 

123 94 .35 76 PLP 10 TOH -4 TIH TON .618 ZPO3C 1351 
1999110601 123 94 INR 61 TSH .68 TEC TEH .618 0BARH 211 

1999/11911 123 94 16 16 TSH 46 TSH TSH .81 ZPS3 49: 

1999/65/01 123 94 .50 87 PLP 16 TOS .12 TOS TOH .618 ZPS3C 9 

1996/11101 123 94 NOD 1 TON TOH .060 ZPSONO 53 

1 992/63/91 123 94 NOD 1 TEH TEC .616 EBALL 191 

133 94 1.17 6 PCT 25 P2 VS2 94 TEC TEN .616 6BARH 231 

1999/19/01 133 94 .53 PDT 15 62 VS2 .84 TED TEN .80610 BA5 21W 
1999/66/01 133 94 NoD 1 TEC TEN .610 EBALL 111 
S1998/165101 133 94 NOD 1 TOS TSH .636 ZPS3C 51O 

1996/11/81 133 94 NOD 1 TSH TON .616 I ZPSN 531 

1995107/61 133 94 0D0 1 TEC TEN .619 ESALL 331 
1 1992103/61 133 94 N0D 1 TEN TEC .619 EBALL 260 

135 94 .49 6 PCT 13 P2 VS6 -47 TEC TEN .616 69ARH 231 

135 94 1.61 N PCT 21 P2 V06 .71 TEC TEN .616 NBARH 231 
135 94 .93 8 PCI 26 P2 907 -. 86 TEC TEN .619 86AR9 231 

135 94 1.84 8 PDT 30 P2 DD7 -2.96 TEC TEN .619 68ARH 23g 

1999/10/61 135 94 .26 26 FSD 1 TOS 16.59 TEC TEN .616 I BAR8 211RESULT OF HISTORY REVIEW 
1999/16/61 130 94 .52 6 PCT 14 12 VS6 -. 73 TEC TEN .616 M6996 211 
1999/18/N1 135 94 1.33 8 PCT 26 M2 VS6 .97 TEC TEN .616 68896 211 

1999/18/61 135 94 .99 8 PCT 21 M2 007 -. 41 TEC TEN .618 6B640 211 

1990/10/N1 135 94 1.67 PCT 31 62 DB -2.91 TEC TEN .618 M6ARH 211 

1999/05/91 135 94 .46 94 696 3 TSH 16.78 TEC TEN .616 EBALL OIIRESULT OF OISCREPANCY RESOLUTION 

1999/05/61 135 94 INSTORY REVIEW PERFORMED 

51908/05/1 135 94 .22 PDT 10 62 VS6 1.61 TED TEN .610 E8ALL I ON 

0199/65/01 135 94 .14 PCT 7 62 VS7 -. 76 TEC TEN .610 EBAIL L IIREOULT OF DI1CROPANCY REIOLUTION 

1999/05/01 135 94 .27 PCT 12 62 DBC -1.89 TEC TE8 .618 EBALL 111RESULT OF DISCREPANDY RESOOUTION 
1909/05/81 135 94 NOD 1 TSH TSH .616 ZPS3C 611 

1 0996/11/61 135 94 ND0 I TSO TIS .616 ZPSON 531 

1 19950/7161 135 94 NOD 1 TEC TER .616 EBALL 33g 

104 96 .15 121 FOD I 63C 32.15 TED TEW .616 6BARH 191RESULT OF HISTORY REVIEW 

1998/05/61 104 95 9 1D 1 TSH TSH .616 2PS3C 1311 

1996/11/61 164 95 00 1 TSH TSH .616 ZPSNM 54 
1995/17/61 184 95 36 144 686 1 93C 32.03 TEC TEO .616 EBALL 131 
1995/67/61 164 95 NOD 1 TSH TOH .626 2303C 5S5 

1990/6481L 164 96 14M6 1 63C 36.0 TEC TEH .816 ZBAHF 991 

120 95 .54 79 PLP 16 TON .46 TSH TSH .616 ZPS3C 1361 

1999/1I/N1 126 95 I1R 19 TSI .32 TSH TSH .616 2PS3C 49g 

11998/65/61 126 90 .72 99 PLP 16 TSH .34 TSH TOS .610 ZPS3C 97g 

1990611/61 126 05 NOD I TSH TOS .618 ZPSN0 54g 

1905/67/6129 95 N5D I TEC TEN .618 EBALL 141 

19951/7/61 126 95 NOD 1 TSH TSH .628 Z3S3C 541 

139 95 1.92 6 PCT 19 P2 V54 -1.96 TEC TEN .618 6640 211 

199918/91 139 95 .77 6 PDT 26 62 V54 -. 74 TEC TEN .618 64ARM 97] 
:1908/116/1 139 95 N8D I TSH TSH .618 ZPS3C 956 

1996/11901 039 95 N8D 1 TIH TOS .16 ZPSNM 541 

1995/7/901 136 95 0D0 1 TEC TEO 0618 E6LL 131 
I1095/87/81 136 95 800 1 TOO TOO .629 Z33DC 561 

132 95 1.47 6 PCT 24 P2 VS7 .85 TEC TER .616 6BARH 211 

1998/05/91 132 95 8OD 1 TOS TSO .616 ZPS3C 951 
1996/11//6 132 95 8OD 1 TH TOH .616 ZPSNM 541 
1995/07/61 132 95 0D0 1 TEC TlEH ,61 EBALL 131 

1995/97/81 132 95 00 1 TSH TSO .262ZS3C 551 

134 95 1.32 6 PDT 22 V2 004 -90 TEC TEN .616 M4ARH 211 
134 95 .99 8 PCT 16 P2 VS6 91 TEC TEN .61e 0SARH 211 

1 134 05 1.16 N PDT 19 P2 0S7 .86 TEC TEN .610 6ARNH 21O 

19986/91 134 95 NOD 1 TOS TIN .608 ZPS3C 951 
1996/1/811 134 95 NOD 1 TOS TSH .618 ZPSN 5 

1995/67/80 134 95 N0D I TEC TEN .610 EBALL 131 

1 1995/87/61 134 95 0NOD 1 TS TSO .628 Z3S3C 541 

1 135 98 1.70 6 PCT 26 P2 VO6 .92 TEC TEN .618 66ARH 211 

S1999/18/NI 135 3 6 .91 6 POT 26 62 VO6 .75 TEC TEN .6 64ARH 21I 

191999/8561 135 90 .74 PCT 23 M2 VS6 .98 TEC TEH .618 18611 1II 

1998/661 135 00 NOD 1 TSO TSH .616 ZPS3C 511 

1996/11/91 135 9H NOD 1 TH TSH .61 ZPSNM 541 
1995/97/61 135 96 .47 INR 11 VSO 1.69 TEC TEO .161 E0ALL 131 
1993/60/61 135 60 .39 128 P1 61 VO6 .97 TEC TEM .616 E0AL 12IRESULT OF DISCREPANCY RESOLUTION 

1 19931/6191 135 96 IRETEST - TEST WITH WEAR SCAR STANDARD IN-LINE 

1993/90611 035 96 .39 PCT 19 62 VO6 .94 TEC TEN .619 EBALL 331 

48 97 .98 6 PCT 23 P2 VS4 .77 TEC TEN .86 8 M 0ARH 95I 
199918/80 48 97 .82 6 PDT 19 62 VS4 .49 TEC TEN .616 60AR9 211 
1999/10/61 48 97 RDD TOH TSH .616 ZPSI3 47g 

1998165/60 48 97 .28 PCT 12 N2 VS4 .92 TEC TEO .616 E0ALL Ili 

8159901/5/ 48 97 6D 1 TSH TSH .616 ZPO3C 511 
1 1996/11/10 48 97 NOD 1 TOS TSH .616 OPSNH 871 

52 97 .42 143 FPD I TSH 12.02 TEC TEN .610 6BARH 231RESULT OF HISTORY REVIEW 

1999118/61 52 97 NOD TOH TSH .6 ZPS3C 47g 

1998/65/61 52 97 1.32 09 6M 8 TSH 12.76 TEC TEN 8616 E0ALL IIREOULT OF DISCREPANCY RESOLUTION 
1996/95/9l 50 97 ,HISTORY 8E9IEW PERFORMED 

19989/51 52 07 NOD 1 TOH TSH .819 ZP3C 611 
1 996/11191 52 97 NOD 1 TOSH TSH 816 SP0M 691 

1 999/04/91 52 97 HEM 1 TSH 12.38 TEC TEH .016 28AHF 991 

169 97 .34 55 FSD 1 50H 17.64 TD TEO .16 1 0ARH 23IRESULT OF H0ST0RY REVIEW 
1:8 97 .36 94 FOD 1 85H 25 59 TEC TOE .616 684AR 231RE0SUT OF HISTORY REVIEW 

0999/09/01 19 97 NOD TSH TOS .610 ZPS3C 491 
199985/681 188 07 89 93 609 3 NSH 17.84 TED TEO .606 EBALL 13:RESULT OF DISCREPANCY RESOLUTION 

1998185/81 1a9 97 IHISTORY REVIEW PERFORMED 

19005/8/ 108 97 1 10 99 MNBM 3 650 25.59 TEC TE .616 ESALL 131RRESULT OF DISCREPANCY RESOLUTION 

........... . ..................................... ............................ . . ................... + ......... . .. ................ ................................................  

: INSPDATE RO COL VOLTS DEG IND PER CHN LOCHO INCH1 INCH2 I CRIER CEG BEGT E0DT POIA PTYPE CAL COMMENTS 
............................................................................. ..................................... . .. ... .......................... ............... .....  
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SG - A ALL REPORTED INDICATIONS 

PF.isa.ds 1 RF07 PAL 260016501 5/91/2001 14:90:43 

I INSPDATE ROW COL VOLTS DEG IND PER CON LOCN INCHi INCH2 I CRIER CEG BEGT ENDT PDOA PTYPE CAL COMMENTS 

÷. .. . . . .÷. . . .,. . . . .+. . . .+.... •.... ÷....... ÷......... ,..........÷ .+....... ,.... ,....... +....... ...... ...... .. ------ --- .. . . . . . . . . . . . . . . . ............... -- - - - - - - - - - - - - -- - - - - - - - - - - - -

126 163 1.36 6 PCT 22 P2 VS4 -0.06 TEC TEO .6616MH 211 
126 163 .58 66 PIP 10 TOH 1.04 TOW TOW .616 SPO3C 1111 

I 19991811 026 163 .41 02 PLW 00 TOH 1.23 TSH TSH .610 ZPS3C 49IRESULT OF HISTORY REVIEW 

91199105161 106 183 HDD 1 TEC TEO .610 EBALL 131RESULT OF DISCREPANCY RESOLUTION 

1998V/05R 1 126 103 .63 000 PLP I 0 TSH .67 TSH TSH .610 ZPS3C S1JRESULT OF DISCREPANCY RESOLUTION 

19961111/1 126 163 ODD 1 TSH TOH .610 OPSNO 401 

126 103 .52 88 PIP 10 TOH .20 TOH TOW .6H 0 ZPS3P 1111 
OWV9/06/61 128 163 .44 94 PIP 10 TSH .19 TOW TSH .610 ZPS3C 491RESULT OF HISTORY REVIEW 
195810518 126 003 NOD 1 TEC TEW .610 EBALL 131 

1998/65/.1 128 103 .as6 WV LPIP . 0L 0 .SM " 47: " TSH TSH .610 ZPS3C 611RESULT OF DISCREPANCY RESOLUTION 
1996/01/0 128 103 ". 0 0DD'111-I " P` TSH TSH .610 ZPSNM 401 

93 104 2.21 N PCT 32 P2 VS4 -. 41 TEC TOW .600 CARH 21: 
93 104 .87 6 PCT 16 P2 VS6 .86 TEC TEO .610 MeARO 211 

99V8106/61 83 104 1.43 N PCT 29 60 VO4 -. 43 TEC TEO .610 MBARM 231 
1999/01/1 903 104 .76 PCT 19 M2 VS6 .80 TEC TEO .610 NBARW 231 

998106/6/01 93 164 .38 PCT 14 M2 VS4 - .52 TEC TEO .610 EBALL 131 
1998160/01 93 104 .30 PCT 12 M2 VS6 .94 TEC TEW .610 EBALL 131 

19GI 0110/1 3 164 OD I TSH TSH ..61: ZPS3C 511 

1996/1O/61 83 164 1.48 PCT 15 N2 VS4 -. 40 TEC TEN .610 E1ALL 41 
1996/101/0 93 164 1.9W PCT 12 M2 VS6 1.06 TEC TEO .606 EBALL 41RESULT OF DISCREPANCY RESOLUTION 

186/1101 93 104 NDD 0 TSH TSH .660 ZPSNH 221.  

195/67/601 93 164 0.28 PCT 14 11 VS4 -. 82 TEC TEO .6"1 EOALL 05i 

1995/07/01 93 104 ODD 0 TSH TSH .620 Z353C 531 

165 104 .77 77 PLP 06 TOH 4.6W TSH TWH .616 ZPS3C 11 
165 104 78 78 PLP 1 TOW 4.17 TSH TOH .618 ZPS3C 0691 

1988/06/60 165 164 ODD TEC TEO .610 BARH 991 
90898/5/60 165 164 DO 0 TOS TSH .616 ZPSPC 1331 

1996/1/601 100 104 NDD 1 TSH TSH .616 ZPSML 44l 
199 08107/01 165 164 NDD 1 TEC TEO .616 E6ALL 151 
19908/7/01 105 104 NDD 1 TSH TSH .626 03S3C 533 

127 104 .58 267 PLP I0 TSH .13 TOH TOH .619 ZPS3C 1111 
127 104 .65 84 PLP 10 TS .13 TSH TSH .619 ZPS3C 1691 

1899110/01 127 104 ODD TEC TEN .616 MBARH 231 

199/118//1 127 164 INR 3 TOW .H 4 TSH TSH .616 ZPS3C 491 

181/5/61 127 104 1R 3 TSO .64 TOH TOO .61- ZPS3C OL!RESULT OF LEAD ANALYST RESOLUTION 
1996111101 127 104 3.69 168 TRA 4 TSH .04 TSH TSH .016 ZPOSN 271RESULT OF LEAD ANALYST RESOLUTION 
1992103/01 127 164 NDD 1 TEO TEC .619 EBALL 191 

56 188 .26 126 FSD 0 01C 12.12 TEC TE8 .610 0BARH 26IRESULT OF HISTORY REVIEW 

199816/851/ 50 005 NOD 0 TSH TSH .610 ZP03C 1331 

1996 0 11/601 0 i05 .86 99 1B6 3 OlS 12.02 TOG TEO .618 EBALL 31RESULT OF DISCREPANCY RESOLUTION 
19961110/1 50 105 ND5 0 TSH TSH .616 ZPSPN 18l 

e 52 105 .22 128 FOD 1 04H 11.79 TEO TEH .610 MBARH 251RESULT OF HISTORY REVIEW 
1998105/01 52 065 NOD I TSH TSH .618 ZPS3C 1331 

199 06/061 52 065 .68 101 Me8 3 64H 12.15 TEC TEW .616 EBALL 3IRESULT OF DISCREPANCY RESOLUTION 
I199611/106 2 105 NDD 0 TSO TSH .610 ZPSNM 181 

86 I06 .73 0 POT I8 P2 WS6 -. 78 TEC TEO .610 MBARH 23I 
1 1998105/601 6 1065 NOD 1 TOW TSH .610 ZPS3PC 95 

1996/1/61 06 05 N0D 0 TEO TEO .616 EBALL 41 

1996/00/00 86 105 NDOD TSH TSH .616 ZPSNM 221 

130 105 .71 80 PLP 10 TOO .31 TOH TSH .610 ZPS3C 1111 
130 000 .83 78 PIP 16 TSH 31 TSH TSH .610 ZPSaC 1691 

1999116/01 130 L00 INR 16 TSH .25 TSH TSH .610 ZPSOC 49: 
99808/05/0 130 105 NDD 1 TIC TEO .610 EBALL 131 

19988106/01 136 105 .16 92 PLP 16 TSH 34 TSH TSH .610 ZPS3C 611RESULT OF LEAD ANALYST RESOLUTION 
199680 /01/OS 136 185 0ND 1 TEC TEO .610 EBALL 4IRESULT OF DISCREPANCY RESOLUTION 
1996 /11/61 130 105 .34 331 PLP 7 TSH .37 TSH TSH .610 ZPSNM 221 
1995807/01 130 105 NDD 1 TEO TEO .610 EBALL 331 

D1 106 .35 149 FS0 1 TSH 1L.16 TEC TEO .60 1MWARH 271RESULT OF HISTORY REVIEW 
51 16 .80 161 PSD 1 62H 25.80 TEO TEO .610 flARH 271RESULT OF HISTORY REVIEW 
I5 L6 .47 130 PSD 1 65H 12 54 TEC TEO .16 MBARH 27 RE7SULT OF HISTORY REVIEW 
551 106 .68 156 FOD 1 S5C 8.49 TEC TEO .610 MARH 27IRESULT OF HISTORY REVIEW 

9098/65/01 '0 006 .65 105 6Me 3 TSH 11.04 TEO TEO .610 EBALL 13IRESULT OF MICCREPANCY RESOLUTION 
19 8185/.1 51 806 IHISTORY REVIEW PERFORMED 
19983/5/01 51 165 IMF 6 a28 24 .0 TEC TEO .610 EBALL 13IRESULT OF DISCREPANCY RESOLUTION 
1998/65/01 51 106 2.01 76 14N 6 02H 26 25 TEC TEO .610 E0ALL 131RESULT OF DISCREPANCY RESOLUTION 
1908/5/01 51 166 IHISTORY REVIEW PERFORMED 
1880 0 50 106 INF" 6 65 101.61 TEC TEO .610 OBALL 13IRESULT OF DISCREPANCY RESOLUTION 
I91096//OS 51 166 1.21 162 685 3 6H 12.87 TEC TEYW 60 EBALL 13IRESULT OF DISCREPANCY VESOLUTION 
1998/05/61 51 106 IHISTORY REVIEW PERFORMED 
1998/05181 51 166 INF 6 t5C 7.10 TOC TEO .616 EBALL 13RESULT SF DISCREPANCY RESOLUTION 
1998/05101 51 166 1.89 72 MG8 6 65C 8.17 TOC TEO .610 ERALL 131RESULT OF DISCREPANCY RESOLUTION 

1998/0/1el 51 106 IHISTORY REVIEW PERFORMED 
19980151/1 501 16 NDD 1 TSH TSH .601 ZPS3C 511 
S1996/11/1, 65 1 6 NDD I TSH TSH .60 ZPSFH5 461 
I1908141/1 50 106 6S8 1 TSH 11:36 TOC TEO .606 Z6AHF 991 

10990/4010 51 106 168 0 62H 24.86 TOC TEO .610 ZRAHF 998 
1990/64/610 166 080 0 050 10.66 TOG TEO .60 ZBAHF 891 

1998104101 51 166 Me8 1 OSC 7.10 TOC TEO .610 ZBAVF 998 

97 106 1.08 6 PCT 17 P2 V84 -. 89 TOC TEO .616 6BARH 251 
97 156 .93 6 PCT 15 P2 VS4 .A1 TOC TRH .016 M6ARH 251 

1999110161 97 1 6 : 44 6 PCT 14 M2 604 -. 64 TOC TEO .816 16ARH 231 

1998/W0/ 87 166 N0D 1 TSO TSH .616 S3C 971 
99 11/01 97 1066 NOD 1 TSH TSH .616 ZPNM 461 

1992/03/W1 97 106 NDD 1 TEO TEC .610 26AHF 041 

129 IOR .62 77 PLP 10 TOH .29 TSH TSH .618 ZPS3C 0111 
129 16 .36 1203 VI P0 TSH .31 0 2.655 64 TSH TOH .610 ZPS3C 1111 
129 166 TBP .616 ZPS3C 1681 

19D08910/01 129 06 16R 10 TSH .29 TSH TSH .610 ZPS3C 49$ 
081 0/61e 0298 166 NOD TEC TOO .616 16090 881 
1980/65/01 129 106 NOD 1 TOC TEO .616 EBALL 131 
1998/65/I1 129 106 .67 94 PLP 10 TOH .67 TOH TOH .610 ZPS3C SIIRESULT OF DISCREPANCY RESOLUTION 
1996/11/61 129 106 1.40 17 TRA 4 TSH .43 TSH TSH .616 ZPSNM 27IRESULT OF LEAD ANALYST RESOLUTION 

1993066/01 129 106 NDD 1 TOC TEO .16 EBAL0 1 161 

1 8 167 .27 70 FSD 1 020 5.32 TOG TEO .616 I 8MeH 67IRESULT OF HISTORY REVIEW 
1 8 167 ,26 142 FSOD 1 2C 21.78 TOC TEO .610 180ARH 671RESULT OF HISTORY REVIEW 

1908/051 5 07 NWD I TSH TSH .610 ZPS3C 1031 
16/11/61 8 107 NDO 1 TSH TSH .616 ZPSNP 891 
1995/07/01 8 007 .34 129 M8M 1 630 5.39 TOG TEO .610 EBALL 361 
1995/67/01 8 107 NOD 1 TSH TSH .620 2353C 526 
1990/04/81 8 107 688 0 1 600 0 6.50 TOG TOW .616 ZBAHF 998 

98 107 2.96 0 PCT 38 P2 VS2 .70 TE TEO .610 60ARH 211 

98 107 2.54 0 PCT 34 P2 VS4 -. 50 TOG TOO .610 68090 211 
98 167 3.26 01 PCT 40 P2 VS6 ,96 TOG TEO .610 6BARH 201 
98 107 TBP TEO TEO .610 MBARH 1531 

1909/18/60 88 167 2.49 a PCT 37 M2 VS2 .76 TOG TOO .60 6ARM 25] 
1999/10/61 90 107 0.88 0 PCT 31 M2 V94 .50 TEC TEO .610 60AR0 251 

199816/81 88 167 2.60 0 PCT 33 62 VS6 60 TOO TOV 000 68080 251 
1998/05101 98 107 .47 PCT 16 M2 V92 72 TOC TEO .610 EALLI 15RESULT OF DISCREPANCY RESOLUTION 
19981805181 98 167 41 PCT 15 12 V04 -e.8 TEC TEO .610 BALL 51 
19981/80/1 88 187 .56 PCT 17 M2 8S6 .93 TEO TEO .610 EOALL 051 

199880/81 08 107 N0O 1 TSH TOH .610 ZPS3C 5O1 
'99.11/RO 96 187 057 FOT 16 M2 V12 1 63 TOC TEO .616 EBALL 41 

1985:,1/01 08 187 1.24 FOT 13 M2 VS4 -. 7' TOG TOO .610 1 BALL 4I 
10960'11/81 98 187 1030 PC 14 M2 VS6 79 TOG TEO .610 0ALL 4I 
1996/10/81 8 187 NDD I TSH TSH .610 ZPSNM 221 S . . . .. . .. . . .. . . . .. . . .. .. . . .. . ., . . .. ÷ ....... -- ---. .. -- .. .. ...- .... -- - -----. ÷ ..... ÷ ..... ÷ ..... • ..... ÷... .. . . . . . . . . . . . . . . . . . . . . . .  

.. IN.PDATE ROW COL VOLTSCEGC IND PER CHN LOCN INCW 1 NCH20W I CRLEN CEG BEGT ENDT PDIA PTYPE CAL COMMENTS 
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SG - A ALL REPORTED INDICATIONS 

P.i.sad.s I RF87 PAL 20910581 85/81/2801 14:98:43 

I INSPSATE ROW COL VOLTS DEG IND PER CNN LOON INCHE INCH2 I CRIER CEG BEGT ENDT PDIA PTYPE CAL COEIENTS 

-- -- - -- -- - -----*.. .--.. .*-- -- -- -- ----*- --- --- -- - - ---- - -- - - --- - ---- --- - - - --- --*-- - - - --... - ---- - -- - -- - -- -- - -- - -- -- - --- -- ...... ...... ÷.... . .... ,......... . .... ...... +.... ....... +....... ÷......... +......... ÷...... ....... .... +....... ÷....... ÷ ..... .. .. ....... .. . ..... + ..... ........... . ............... ........... ......  

1999/181 113 SIB 2.63 8 PCT 38 M2 VS4 -. 76 TEE TEN B6 446BARH 201 
1999/e1881 113 118 RID TIN TEN B6N ZPI3C 531 

1998/:5B01 113 118 1.16 PCT 29 M2 V64 -. 81 TEC TEN .610 EBALL 151 

1998/85/85 113 118 NDD I TIN TSH .618 ZPS3C 531 

I996/111l1 113 ISD 3.11 PCT 26 Ml 614 -. 9M TEE TEN NIB EBALL 4IRESULT OF DISCREPANCY RESOLUTION 

1996/111/1 113 158 ROD I TSH TSH .618 SPINR 22: 

1995/07101 113 118 2.61 PCT 24 11 VS4 -1.97 TEC TEH .61 EBALL 15 
1993106101 113 118 BR 88 PI Ml VS4 -1.81 TEC TEH .618 EBALL 16RRESULT OF LEAD ANALYST RESOLUTION 

19931/6/R1 113 110 RETEST - TEST WITH WEAR SCAR STANDARD IN-LIOE 

1993/86/R1 113 119 .73 POT 25 M2 V64 -. 96 TEC TEN .610 EBALL 331 

127 SIR 1 42 8PET :.2 * I. 8 'P TEE TEN .610 MBARN 251 

P 1 118 171 86 P1. 161T ZPT3C 1111 

1999/11D81 127 11: 1.87 C PCT 22 M2 VS2 -. 73 TEC TEN .618 MBARH 261 

1999/198/1 127 118 .75 278 PEP 1: TSH 1.86 TSH TSH .618 ZPS3C 53IRESULT OF HISTORY REVIEW 
1968/81 127 118 1.38 98 PIP 18 TSI 1.98 TIH TSI .610 ZPSIC 991 

1996/11/81 127 118 .5 162 TRA 7 TSH 1.07 TSH TIN .819 SPNN 56RRESULT OF DISCREPANCY RESOLUTION 

1992/831/1 127 118 NDD 1 TEN TEC .618 EBAIL NI 

129 113 1.46 8 POT 22 P2 82C .99 TEC TEN .61: lEARNH 251RESULT OF HISTORY REVIEW 

129 118 .66 86 PLP 18 TSI .57 TSH TSH .618 ZPS3C 1111 
1996/18/81 128 116 855 C3C 832 .618 ZPS3C 4I 

199918/81 129 118 .48 189 VOL 3 82C .80 0 .263 53 82C 02C .618 ZPS3C 4I 

1999/18/81 129 118 1.45 B PCT 27 Ml OlE .83 TEC TEN .618 NBARN 211 

1999118/81 129 118 .77 98 PLP I8 TIN .57 TIN TSH .618 ZPS3C 531RESULT OF HISTORY REVIEW 

1998/05/81 129 151 1.83 98 PLP 18 TSH .56 TSH TSH .618 ZPS3C 91 

1996111/81 129 118 .46 101 TRA 7 TSH .62 TSH TSH .619 ZPSNO 51RESULT OF DISCREPANCY RESOLUTION 

1993166/81 129 118 NDD 1 TEC TEN .618 EBALL 161 

2 111 .92 23 FSD 1 93H 12.69 DBH TEN .618 8BA6 99IRESULT OF HISTORY REVIEW 
1999/18/81 2 111 NS5 TIH TSH .618 ZPS3C 511 
1999/1I8/1 2 111 NOD R6E 818 .580 2PUPH 1251 
1998/8516 2 111 0No 1 TSI TSH .818 ZPS3C 1851 
1996/11918 2 111 INF 1 936 11.68 TEC TEN .598 EBALI 14IRESULT OF DISCREPANCY RESOLUTION 

I 1996/11/81 2 111 .91 18 lEO 1 93H 12.66 TEC TEN .598 ESALL 141 

S1996S111/81 2 111 NOD 1 TSH TSH .618 ZPIRO 18I 
1996/11181 2 111 NDD 1 05C SIH .588 ZPUPH 981 

1 1998/94/81 2 111 1 .18 64 M81 1 83H 11*68 95C TEN .588 ZSBAHF 981 

1S 111 .23 142 FSD 1 84C 25.33 TEC TEH .618 8BARH 1971RESULT OF HISTORY REVIEW 
1998/85/81 18 111 NDD 1 TSN TSH .618 ZPS3C 1031 

S199NN/11/81 IN 111 .18 114 084 1 R4C 25.39 TEC TEN .610 EBALL 121RESULT OF DISCREPANCY RESOLUTION 

N99N/11/81 18 111 IHISTORY REVIEW PERFORMED 

1996/11/81 18 111 N61 1 TSH TSI .818 ZPSNH 191 

48 111 .33 73 FD I ONE 2.71 TEC TEN .819 4BAR6 27IRESULT OF HISTORY REVIEW 

1999/18/R1 48 111 NDD TSH TSH .818 ZPSEC 511 
199881/5/1 46 111 NDD I TSH TSI .618 ZPS3E 691 

1996/11/81 46 111 1.88 71 888 3 DBE 4.78 TEE TEN .618 EBALL 1IRESULT OF DISCREPANCY RESOLUTION 1998/11/1l 46 111 
INISTORY REVIEW PERFORMED 

1996/11/81 48 111 N DD 1 TSH TSH .61 8 ZPSNM 1 1I 

a0N 111 .61 81 PIP 1: TIH .21 TSH TSH .618 ZP13C 1691 
188 111 .11 86 PLP 1 TSH 18 TSI TSH .618 ZPS3C 173g 

1999/10/81 188 111 NDD TEE TEN 618 N8ARN 1:31 
1998/85/01 188 111 NDO 1 TSR TSH .6180 ZP3C 1811 

1996/11/81 1:8 111 NDD 1 TSN TSH .618 ZPNM 461 
1993/06/81 188 111 NDD 1 TEC TEN .618 RBALL 161 

118 151 .19 73 SVI 3 TSH .11 0 .138 56 TSR TIN .618 SPI3E 1131 
118 III TNP .618 ZPI3C 1691 

1996/18/81 11R 151 186 1: TSH .17 TSH TSI .618 ZPS3C 53] 
IS16/8/81 118 III ..7 96 PIP 18 TIN .17 TSH TIN .618 ZPS3C 181l 

9166/11/01 118111 85 1 TEC TEN .618 EBAIL 4a 
1996/11101 11 111 ODD I TSH TSH .610 ZPSNP 221 

15 112 .31 138 FSD 1 84H 36.59 TEC TEH .618 MBARH 671RESULT OF HISTORY REVIEW 

1998/85811 15 112 HDD 1H N TS3 .618 ZPS3C 1815 

1:96/11/81 15 112 ODD 1 TSH TSH .618 ZPSNO 9e1 

1693/861:1 15 112 .22 124 880 1 84H 36.63 TEC TEN .618 EBALL 2NIRESULT OF DISCREPANCY RESOLUTION 

1 49 112 .77 8 POT 17 P2 VS4 -. 32 TEC TEH .618 06AR6 291 

1996/18/81 49 112 .81 8 PET IN M2 VS4 -. 32 TEC TEN .618 N8ARH 25l 

1996/851/1 49 112 NID 1 TSH TIH .818 ZP$3C 99i 
1996/1/11 46 112 ND 1 TSN TSI .618 ZPSN2 481 
1692/831/I 49 112 NDD 1 TEN TEC .618 EBALL 71 

97 112 1.37 N PCT 21 P2 VS4 -. 93 TEC TEN .610 84AR6 251 

1999110181 97 112 .66 8 PCT 16 M2 VS4 -. 85 TEC TEN .618 MBARH 25i 
1998105/81 97 112 NRD 1 TSH TSH .610 ZPS3C 991 
1996111/81 97 112 NDD 1 TSH TSN .619 2PSHM 481 

1997/03/NI 97 112 ND5 1 TEN TEE .610 EBALL 71 

1 00 113 .38 86 PLP 18 TSH .71 TIH TSH .610 ZPS3C 1111 
S1999/11/1 188 113 .48 69 PLP 18 TSH .63 TSH TSH .618 2P53E 511 
S1999/18/1 186 113 NDD TEC TEN .618 4BARH 103: 
S199/86/81 INN 113 .52 66 PLP 18 TSH .63 TSH TSN .618 zPS3C 9 
1996/11/81 188 113 N9D 1 TSH TSH .610 ZPSMN 581 
1995/87/81 18o 113 NDD 1 TEC TEN .618 EBALL 151 

1995/87/81 18o 113 NRD 1 TSH TSH .628 23130 53 

182 113 .73 86 PLP 19 TSH .6 TIH TSI .618 5PS3C 1111 
1999/10/81 182 113 .78 89 PLP 10 TSH 5N TSI TSH .618 ZPS30 51I 

1998/851/1 182 113 .98 98 PLP 1s TSR 1 64 TIR TSH NI1 2630 S3IINEIULT OF DISCREPANCY RESOLUTION 
1996/11/81 182 113 NDD 1 TSI TSH .618 ZPSNM 581 
1995/87/81 102 113 NDD 1 TEC TEN .610 EBALL 151 
1995/87/81 182 113 NDD 1 TSH TSH .628 Z3S3C 531 
2 1996/o7/t1 102 113 NOD 1 TSH TSH .610 ZPSNP 731 

126 113 1.85 8 PCT 29 P2 VS1 -. 8N TEC TEN .618 8846H 291 

126 113 .96 8 PET 16 P2 VS4 -99 TEC TEN .618 8BARH 2 
126 113 .90 PET 18 P2 VS4 -. 19 TEC TEN .610 84AR6 291 

1999/18/11 126 113 1.16 8 PCT 28 M N2 l - .55 TEC TEN .618 NBARH 251 
1999/10/81 126 113 1.16 8 PET 23 02 VS4 -1.13 TEE TEN .610 88488 5 
S1999/1081 126 113 .72 8 PCT 17 M2 VS4 -. 83 TEC TEN .618 88A4H 251 
1996181 126 113 .57 PET 18 02 VS1 -. 81 TEC TEN .610 EBALL 15] 

1998N/1/1 126 113 .26 PET 18 82 VS4 -. 89 TEC TEN .610 EBALL 151 
1998/15/01 126 113 NDD I TSH TSH .618 ZPS3C 531 
19969111/81 126 113 1 26 PCT 13 M2 VSI -. 49 TEC TEN .610 EBALL 4ARESULT OF DISCREPANCY RESOLUTION 

1996/111/1 126 113 1.29 PCT 14 M2 VS4 -1.29 TEC TEN .610 BALL 41RESULT OF DISCREPANCY RESOLUTION 
lg996/11/1 126 113 NOD I TIN TSR .618 ZPSNM 221 
1995/87/81 126 113 1 81 PET 11 11 VII -. 79 TEC TEH .618 EBALL 151 
1965/87/NI 126 113 63 PCT 7 11 VS4 -. 64 TEC TEN .618 EBALL Is 

1991/87/NI 126 113 NDD 1 TIH T .H62 Z3S3C E 31 
1 1995/87/01 126 113 NDO 1 TSH TSH .618 ZPSPR 731 

67 114 .12 121 VOL 3 22 .89 820 822 .618 ZPS3C 6I 
67 114 .84 8 PCT 28 P2 82C 96 TEC TEN .61,08466 311 

I1999/18/01 67 114 RDD TEC TEN .618 04ARH 271 

1:985/01 67 114 8D5 1 TIN TSH .618 ZP3C 35 
1996111/01 67 114 NDD 1 TSH TSH .618 ZPSPM 5] 
1992/03/01 67 114 NRD I TEN TEC .618 EBALL 71 

16 115 337 157 FSD I BH 59 58 TEE TEN .610 4NARH S5IRESULT OF HISTONY REVIEW 
18 115 .54 168 FSD 1 84H 7.18 TEC TEN .610 MBARH 5SRESULT OF HISTORY REVIEW 
16 115 .14 88 FID 1 84H 36.77 TEC TEN .618 S 6ARH 551RESULT OF HISTORY REVIEW 

I N99/INN1 16 ]11 NDD TIN TSI .61S ZPS3C 511 
196/85/81 16 115 196 6 84H 7.18 TEE TEN .618 EBALL 171 
19986t/NN 16 115 NOD I TSH TSN .618 ZPS3C 551 

S ................................................. ................................................................. . ! ...................................................  
INSPDATE ROW COL VOLTS DEG IND PER CEN LOCN INCH1 INCH2 1 CRLEN CEG NEGT ENDT P65A PTYPE CAL COMMENTS 
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1999/16/RI 509 118 NOD TEC TEN .616 MBRAH 27/ 

1999/60/l8 109 119 RDD 0 TOW TSH .610 ZP03C 1371 

19968111/1 109 118 ODD S TSH TOH .61: ZPSNN 411 

199S/63/01 189 058 OND I TEN TEC .RO EBALL 61 

121 :18 1.3R 0 PCT 27 P2 V54 .92 TEC TEN .616 MlARH 311 

121 11o .70 0 PCT 06 P2 *3D 5.66 TEC TEH .610 MBARH 311 
1999/16/60 120 119 NDF *3C .09 03C 63C .610 ZPO3C 41 
I 1999/10/01 021 118 1.69 0 PIT 22 M2 V04 .73 TEC TEN .604 08699 251 
0999/IN/OS 121 SOD .64 111 DS 00 63C .78 TEC TEN .616 l5RAN i 
1999/1/191 120 0 ODD TOH TSH .610 ZPS3C 031 
0999/fl/HO 023 019 :. ODD 3 .. TSH TSH .618 SPO3C R5t 

1996/11/61 121 119 . ... DE , TON TON .610 IPOON 221 

1995/67161 121 119 NDD I TSH TSH .626 Z303C 51: 

1992/31901 102 19 NOD I TEN TEC .608 EBALL 6I 

4 109 .43 350 TRA 3 TSH .99 TOS TOH .606 ZPO3C 1371RESULT OF HISTORY REVIEW 

19981051/1 4 119 NODD TSH TSO .806 ZPD3C 1401 
1996/111/1 4 119 NED 1 TSH TSO .516 ZPONM .7I 

1995107/01 4 1NOD I TEC TEN .619 EBALL 171 
1 995/07/NO 4 119 NOD 1 TSH TSH .620 Z353C 481 

36 109 .71 157 FOD 1 O4C 12.09 TEC TEN .616 M8ARN 571RESULT OF HISTORY REVIEW 

/11998/101 36 119 NOD I TSH TSH .616 ZPS3C 1371 

109961/00 39 009 NDD 1 TON TON .616 ZPONK 411 
1 099/67/11 36 119 NDD 1 TEC TEN .610 EBALL 17 
1995/07/61 36 119 ND0 1 TSH TSH .620 Z333C 671 

1 98 119 .56 0 PCT 12 P2 VS6 .54 TEC TEH .610 lBARN 291 

9999/00/40 98 119 NOD TEC TEN .610 MeARN 1631 

1998/051/N 98 119 NDD 1 TSH TSH .618 ZPD3C 991 
1996/1/60 99 119 ODD 1 TSH TSH .610 SPON 41I 

19956/07/1 99 119 HDD 1 TEI TEN .61: EBALL 151 

1995/87/11 99 109 00D 1 TSH TSH .626 Z3031 51 

l 009 119 1.17 6 PCT 24 PD 802 .. 84 TEC TEN .816 MEARN 991 
066 119 1.14 4 PCT 26 P2 002 .65 TEC TEN .816 HEARN 991 

N19 119 .82 9 PCT 19 P2 502 .61 TIC TEN .610 lEARN 9MB 
S1999/IN/NO N9 119 91 0 PCT 24 M2 V02 .73 TEC TEN .161 lEARN 063j 

1999/116081 l0 119 1.24 6 PCT 29 M2 VS2 .12 TEC TEN .616 MBARH 1431 

199910/90 009 119 70 0 PCT 21 02 5S2 .53 TEC TEN .616 lEARH 1931 

1998105/N1 186 119 NOD 1 TSH TON .6 2P53C 991 
1996/01/60 06 119 OD0 1 TIN TSH .616 SPSON 411 

199587o/00 168 119 NDD 1 TIC TEN .616 EBALL 11 

1995107/N1 106 119 NOD 1 TSH TSH .620 Z353C 511 

29 120 .37 35 FSD I TON 04 92 TEC TEN .610 MBARH 591RESULT OF HISTORY REVIE5 

19981/5/81 29 12N NOD I TSH TON .610 ZPP3C 1371 
0996/00/NO 29 12: .32 37 089 1 TSH 15.02 TEC TEN .610 EBALL :IRESULT OF DISCREPANCY RESOLUTION 

1996110/NO 29 12N IHNSTORY REVIEW PERFORMED 

1996/00/01 2020 000 1 TOH TSH .619 ZPSNM 181 

97 020 .96 6 PCT 19 P2 0S2 .97 TEC TEN .614 MBARN 291 
97 12N 1.32 6 PCT 23 P2 9S2 .89 TIC TEN .604 lEARN 291 

1999/10/91 97 12 .90 PCT 21 M2 902 .64 TEC TEN .606 MEARN 271 

1998/65/61 97 120 N00 D TOH TSH .6Z6 SPO3C 1031 

1996/11/61 97 12N NOD 0 TSH TSN .611 ZPONH 43l 

0992/03/01 97 120 NDD 0 TEN TEC .616 ESALL RI 

109 126 .21 163 VOL 3 63C -0.5 430 o3C .616 SZO3C 61 
109 l20 .86 0 PCT 06 P2 63C -:.88 TEC TEI .606 ORANH 291 

1999/16/61 109 120 .39 126 VOL 3 63C -. 87 0 .235 l00 6 3C .3C .606 zPS3C 4l 

S099/16/61 009 029 .99 N PCT 21 02 63C .10 TIC TEN .616 088.H 271 
10998/65/1 509 120 000 0 TON TON .616 ZPO3C 1371 1996/ 01/ 61 1 N9 12 9 NOD 1 T OH T OS .610 SP ON 431 

0992/63/01 08o 120 0D 1 TEI TEC .606 EBALL 61 

014 121 .59 157 FSD 1 #ON 1.86 TEC TEN .606 80ARH 591RESULT OF HISTORY REVIEW 

0999/16/61 04 121 NDD TSO TOH .616 ZPS3C 511 
10998/65/61 54 020 1F 3 019 .80 TIC TEH .610 EBALL 17IRESULT OF DISCREPANCY RESOLUTION 
0998/65/61 04 021 1 63 113 MON 3 1HO 2.98 TEC TEH .610 EBALL 17HI1STORY REVIEW PERFORMEO 

I998/15/61 14 021 NOD I TSH TSH .610 ZPS3C 551 

I996/11/9 1 14 121 000 1 TON T - iN ZPSPOON 881 
0996/64/01 14 021 MGM 0 NOH .89 TEC TEN .61 ZAHF 991 

44 121 .52 153 FSD 1 049 11.60 TEC TEH .61 MBAROH 351RESULT OF HISTORY REVIEW 
44 121 .56 145 F1D 1 64H 12.59 TIC TEN .610 0BARH 35ORESULT OF HISTORY REVIEW 

0999/IN/NO 44 121 NOD TSH TSH .610 ZPS3C 531 

1998/NO/NI 44 121 .92 116 MGM 3 64H 11.62 TEC TEN .616 EBALL OSIRESULT OF DISCREPANCY RESOLUTION 
5998/N5/O1 44 121 HHISTORY 9E1IEW PERFORMED 
0996/NO/RI 44 121 1,13 107 MB9 3 64H 12.52 TEC TEH .16 EBALL 11RESUOLT OF DISCREPANCY RESOLUTION 

1998/NO/O1 44 121 IHISTORY REVIEW PERFORMED 
199R/NS/60 44 121 9DD 1 TSH TSH .610 ZP53C 551 
1996/01/01 44 121 N. 1 TSH TSH .610 ZPSON 431 

1 0990/N4/GO 44 121 069 1 046 11.36 TEC TEN .616 ZBAHF 991 

46 121 .45 569 FOD 1 0SH 11.66 TEC TEN .610 6BARH 351RESULT OF HISTORY REVIE5 
1999/18/91 46 121 NOD TSH TSH .610 ZPO3C 53/ 

1998/85/80 46 121 15INR I 5H 11.6 TEI TEN .610 EBALL OSIRESULT OF DISCREPANCY RESOLUTION 
1998/051/1 46 121 .96 505 089 3 5H 0 1.66 TEC TEH .610 EBALL 1 5/RESULT OF DISCREPANCY RESOLUTION 
1998/85/51 46 121 IHISTORY REVIEW PERFORNED 

1 199/85/81 46 121 NDD 1 TSH TSH 610 2PS3C 551 
1996/0,0/1 46 121 NOO I TSH TSH .610 ZPSH 431 

1 1998/841 46 121 MNM I OSH 00.0 . TIC TEN .616 ZBAHF 99I 

60 121 .45 199 VOL 3 02C .84 02C R2C 610 ZPS3C 81 
6 121 .641 PCT 25 P2 02C .66 TEC TEN .614 MB96H 1531 

19990/N/O1 68 121 5.97 177 DNT NO 9S3 .84 TEC TEN .614 MBARA 291 

1999/00/00 66 121 IOR M1 42C 1.03 TEC TEN .616 MBARH 291 

1999/16/01 66 121 NDD TSO TSO .601 ZPS3C 531 

I 1998105/01 66 121 ND6 2 02C .76 02C 42C .600 ZP53C 21RESULT OF LEAD ANALYST RESOLUTION 
1999/05/61 66 121 6.64 173 DNT 01 903 .68 TEC TEH 610 BALL 051 
S1998/060 S 66 121 o29 99 000 00 02C .88 TIC TER 600 EALE 1SIRESULT OF LEAD ANALYST RESOLUTION 
1998/05/95 66 121 NOD 1 TSH TSH .616 ZPS3C 551 

I 1996/11110/ 6 121 NOD 1 TOS TSH .61 ZPSNP 43N 

162 121 1.60 6 PCT 23 P2 V04 .89 TIC TEN .616 MSARH 33I 
199911/0/0 102 121 1.12 6 PCT 23 M2 V94 -. 67 TEC TEN .610 MlARH 271 
1999/1101/ 102 120 NOD TSO TN .66 zpSPC 531 
I1999/05/16 162 121 .33 PET 12 M2 VS4 -. 89 TIC TEN .610 ERALL 151 
1998/65/61 102 021 NOD I TSH TSH .616 ZPS3C 551 
1996/11S/1 182 121 NOD 1 TSH TSH .61 ZPSNP 87l 

106 121 .6 124 VOL 3 441 07 941 64C .610 zPO3C 61 
116 121 22 104 VOL 3 64C .82 4C 64C .60" ZPS3C 6I 
106 021 1.14 N PCT 21 P2 64C 94 TEI TEN .610 NBARH 291 

1999/016/1 006 102 R00 .610 0BARH 251 

10999/09/61 116 201 .45 125 0SS H1 64C .92 TEC TEN .610 HOALL 331RESULT OF HISTORY REVIEW 
I999/06/61 006 121 NOD TSH TSH .610 ZPS3C 531 
1 998105/O 1 1106 1201 6F 2 041 .96 041 04C .610 ZPS31 2IRESULT OF LEAD ANALYST RESOLUTION 

1 099815/601 116 121 .38 101 DS0 I0 04C 93 TEC TEH .616 EBALL I5IRESULT OF LEAD ANALYST RESOLUTION 

998008/0/ 006 020 NDD 1 TSH TSH .616 ZPS3C 551 
1 0996/11/01 116 121 NOD 0 TSH TSH .616 ZPSN 581 

120 121 2 20 98 VOL 3 851C 76 65C 5C .616 ZPS3C 6] 

129 020 010 N FIT 21 P2 65C :95 TEC TEH .610 08.H 6 291 

199911/181 128 121 .69 125 DS0 I0 65C 73 TEC TEN 6106 96 25[RESULT OF 511T05Y R1011W 

0999/06/8/ 108 121 NOD TSH TSH .661 ZPS3C 531 
1990/85/81 2 0 121 NDF 2 9SC 18 61c .SC 6e0 2PS3C 2IRESULT OF LEAD ANALYST RESOLUTION S . .. . . . . . . ................. •.......... ÷..... . ............. ÷............. . ...... +.... +. .... . . .... . .. .. ÷ ..... ÷ .... . ..................................................  
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I INSPDATE ROW COL VOLTS DEG IND PER CNN LOCH INCH1 INCH2 I CRLEN CEG REST ENDT PDIA PTYPE CAL COMMENTS 
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1996111/61 15 126 NOD 1 TSM TS" .610 ZSPH0 32I 

43 126 1.7R 9 PCT 29 PS VS4 .47 TEC TEN .619 9BAR9 33 

1999/19/81 43 126 1.45 6 PCT 27 ' Ž VS4 .47 TEC TEN .610 18AL1 31 
1:99911516/1 43 126 NOD TSR TSH .619 SPS3C 581 

1998/15/91 43 12R NOD 1 TSR TSH .619 ZPS3C 1391 
1996/11/091 43 126 NOD 1 TSH TSH .619 SF89 921 
1992/83/91 43 126 NOD 1 TEN TEC .618 EBALL S5 

181 126 .77 99 PIP is TSM . .14 TSH TSR .618 ZPS3C 1971 

191 126 .S2 85 PLP 19 TSR .15 TSH TSH .610 ZS3C 1691 
19991119 1:80 126 ::NO. . . .; . I . . TEC TE .618 MBARH 291 

1996/9019 191 106 - DO• . 1 TSH TSR .614 1P53C 141I 

1906111191 161 126 NOD 1 TSH TSM .616 SPOON 521 

1993106101 018 126 NOD 1 TEC TER .610 EBALL 171 

113 126 .07 260 PLP 18 TSR .14 TSH TSH .616 ZPS3C 1991 

113 026 1.11 93 PLP 19 TSR .60 TSR TSR .619 ZP03C 1691 

1V996118/1 113 126 0D0 TEC TER .610 88ARH 1031 

1:965/91 13 126 ND TSR TSH .616 P2S30 1031 
I f1996e111 113 126 8D0 1 TSH TSR .619 ZP69 N 1I 

1993/96/81 113 02 D 0 TEC TEN .618 EBALL 171 

2 127 .2 8 PCT 16 P2 USC .44 DSC TEC .618 8866H 21 
199/19/91 2 127 .44 9 PCT 1 M2 USC .44 90 TEC .618 MBALL 21 
1099/18181 2 107 08R 1 TSO 11.69 DBC TEC .618 ALL 21 

I 1999/1 1 2 107 N 1D T59 TSR .618 ZP30 911 

199900/18/01 2 127 .68 92 VOL 4F 5C 099 0 .347 63 95C 65H .686 ZPUFH 1261 
1999/85/81 2 127 '73 124 8B8 3 TSC 11.69 TEC TEN .610 EBALL 251RESULT OF DISCREPANCY RESOLUTION 

199806/901 2 127 IHISTORY REVIEW PERFORMED 
1998/85/61 2 127 N00 1 TSH TSM .618 ZPO3C 551 

S1996/11/91 2 127 N8DO 1 TSR TSR .60 ZPSPN 931 

1996/11/91 2 127 NDO 1 85C 99H .688 ZPUFH 981RESULT OF LEAD ANALYST RESOLUTION 

1996/11/61 2 127 NOD USC 99 .6589 ZPUFR iSBIRESULT OF DISCREPANCY RESOLUTION 
1096/11/80 2 127 NOD I 95C 80H .586 ZPUFH 1821 

19 127 .28 185 FPD I 62H 4.41 TEC TER .618 NBARH 591RESULT OF HISTORY REVIEW 

S1909/R6I8 09 127 NOD TSR TSR .618 ZS3C 55I 
1998 1 0 127 NOD 0 TSH TSH .610 ZPSIC 1391 

1096/11/91 16 127 NOD I TSH TSH .610 ZPSN0 91i 
10963/06/01 8 127 NODD TEC TEN .61: EBALL 171 

199/184101 18 127 889 0 82H 3.40 TEC TER .618 Z8AHF 991 

24 127 1.44 11 BLG P1 TSR .98 TEC TEN .616 9BARN 59I 
24 127 1.44 7 1RA 3 TSH .87 TSM TSH .616 ZPS3C O395RESULT OF HISTORT REVIEW 

i9991R8161 24 127 1.06 19 TRA 3 TSR .70 TSH TSH .618 ZPS3C 551 

19999/11961 24 127 1.39 IN B1 91 TSR .81 TEC TEN .610 6BARH 1111RESULT OF HISTORY REVIEW 

1999/10/11 24 127 4.92 181 DNT 1 V54 .66 TEC TER .618 9BARH 1111 

1998/19501 24 127 NOD 1 TSM TSH .618 ZPS3C 1391 

1996/11/191 24 127 NOD 1 TSR TSH .619 ZPSPN 911RESULT OF DISCREPANCY RESOLUTION 

19093/16/11 24 127 NOD 1 TEC TEN .610 E9ALL 171 

102 127 .39 85 PIP 18 TSR .12 TSH TSR .619 ZPS3C 1691 
1909/08/91 192 127 NOD TSR TSH .618 ZPS3C 53I 
19980/90 192 127 NOD 0 TEC TEH .616 EBA9L 171 
099/96/91 192 127 NODD 1 TSH TSR .618 ZPS3C ss6 

199606111/18 192 127 NOD S TSH TSR .618 ZPSPO 611 

194 127 .35 132 FSD 0 846 9.91 TEC TEN .618 8BAH6 33!RESULT OF HISTORY REVIEW 
19991100 1J1 194 127 NOD TSH TSR .618 ZPS3C 63 

1991051091 104 127 IN 6 984 6.59 TEC TEN .618 EBALL 171RESULT OF DISCREPANCY RESOLUTION 

19008/65/81 194 137 1.56 68 89 6 94H 9.73 TEC TEN .619 E111 17IRESULT OF DISCREPANCY RESOLUTION 

1998165/80 164 127 )HISTORY REVIEW PERFORMED 

19 851 184 127 8D0 1 TSH TSR .619 ZPS3C 501 

10996011/91 194 127 NOD 1 TSR TSH .619 ZPSNM 511 
9 68/84/81 164 127 Me9 1 94H 8.69 TEC TEN .618 ZSAHF 990 

9 128 .32 134 FS5 1 93C 29.64 TEC TER .618 88686 69IRESULT OF RISTORY REVIEW 

9 128 .81 162 FID 1 TSC 24.20 TEC TEN .619 8BAR6 591RESULT OF HISTORY REVIEW 

0998195/81 9 128 NOD 1 TSH TSR .618 ZPS3C 1451 
1096/11/80 9 120 NOD 1 TSH TIS .618 ZPSNR 911 

1 1995/97191 9 128 .36 009 H64 1 93C 20.44 TEI TEN .616 EBAIL 211 

19956/6071/ 9 128 .83 162 888 1 TSC 24.41 TIC TEN .618 EBALL 211 
1 995107/81 9 129 NOD 1 TSR TSR .629 Z3S3C 481 

11 12: .87 27 FID 1 84H 29.33 TEI TEN .6016 BARH 8 6 lRESULT OF HISTORY REVIEW 

1999010/01 111 28 '71 20 FOD 1 84H 2308 TEC TEN 618 8AL81 311RESULT OF HISTORY REVIEW 
199819/981 11 128 NOD I TSH TSR .6109 ZPS3C 1391 
10961111/1 11 129 NON I TSH TSR .609 ZPSN9 921 

S1093/S681 11 129 .81 22 NON 1 64H 28.49 TEC TEN .66 ALL ISIRESULT OF LEAD ANALYST RESOLUTION 

19031/6/01 01 128 .78 23 NON 1 84H 29.17 TEC TEN .616 E1ALL 19IRESULT OF LEAD ANALYST RESOLUTION 

1093/96/91 11 128 NOD 1 56H 04H .62' ERSNR 381 
1993/06/61 1 10 129 NOD 1 TSR TSR .628 EROSR 390 

31 028 1.81 9 POT 23 P2 VS4 - 8a TEC TER .618 8BARH 371 

31 1028 .91 8 PCT 21 P2 V04 .84 TEC TEH .616 86ARH 37 
31 128 .18 131 FOD 1 93C 28.66 TEC TER .618 6BARH 371RESULT OF HISTORY REVIEW 

1999010101 31 028 .44 6 PCT 11 M2 VS4 -. 76 TEC TEH .61 9BAL8L 311 

1900/10/01 31 129 .49 6 PCT 12 2 VS4 .41 TEC TEH .618 NBALL 31I 
1099/19/81 31 128 .23 137 FOD 1 63C 26.95 TEC TER .610 NBALL 31RESULT OF HISTORY REVIEW 
1998/65/910 31 129 NOD 1 TSH TSH .610 SPOC 1411 

1 1996/11/R1 31 128 NOD I TOS TSR .619 ZPSNH 9 11 
1 1992/03/R1 31 128 NOD I TEN TEC .610 EBALL 41 

33 129 .38 154 FPD 1 96H 11.83 TEC TER .619 8BAR8 37IRESULT OF HISTORY REVIEW 

33 128 .22 133 FSD 40 12.15 TEC TEN .619 8BARH 37IRESULT OF HISTORY REVIEW 
1998/05/01 33 128 NOD I TSR TSR .619 ZPS1C 1411 
10996/11/81 33 128 "D 1 TSO TSR .618 ZPSN 9 11 
1990/97/80 33 128 ND 1 TEC TER .916 EhALL 211 

1 995I/07/11 33 129 NOD I TSH TSR .929 2303C 491 
199I/04/81 33 12 88 1 9SH 18.29 TIC TEH .618 ZBAHF 991 

37 128 .85 8 PCT 28 P2 VS4 .92 TEC TE .9618 8BARH 371 
1999/IN/R1 37 120 .53 8 PCT 13 92 VS4 .53 TIEC TEH .618 86ALL 311 
1998/05/01 37 128 NOD 1 TSH TSH .616 ZPS3C 1391 
1896/11/81 37 128 NODD 1 TSH TSH .619 ZPSN2 921 
1902/93/81 37 128 NOD 1 TEN TEC .618 EBALL 41 

87 128 .52 164 FPD ..6H 4.35 TEC TEN .618 86ARH 37jRESULT OF HISTORY REVIEW 

199900/18/9 87 128 .38 142 FPD 1 98H 4.30 TEC TER .618 BARH 88686 R SUIT OF HISTORY REV5E1 
19081/0861 87 128 NOD 1 TOS TSR .619 2PS3C 1411 

199906/11/01 87 128 NDO 1 TSR TSR .619 2PSNM 511 

19 3/861 87 129 NOD 1 TEC TEN .616 EBALL 181 
I909/04/01 87 128 889 1 96H 3.39 TIC TEN .619 ZBAHF 99l 

6199 126 .9 9 PCT I8 P2 VS6 .71 TIC TER .61W86AR0 37 
1999 1 199 129 NDO TEC TEN .619 88AR8 291 
1999 /101011 1•8 128 NOD TSM TSH .618 ZPS3C 531 
1998195101 160 128 NOD 1 TSH TSR .618 ZPS2 C 1931 

I 1996/111/1 199 128 NOD 1 TSR TSR .610 ZPSN9 621 

1 19902/3101 190 128 NOD 1 TEH TEC .60 ALL 5I 

111 128 15 94 V0L 3 830 -. 9 93C 930 .618 2PS3C 6R 
111 128 .12 115 VOL 3 93C 74 630 830 .61 P ZPS3C 61 

011 128 .58 9 POT 21 PS2 R3C .87 TEC TER .610 ,8ARN 391 

199900/098 01l1 1268 ND TEC TEH .610 68ARH 1931 

1908/95/ 1 111 126 6DD I TSR TSH :618 ZPS3C 1:3l 

1099611/91 110 128 8DD I TSH TSRH 606 ZPSN 511 
199395961 111 128 NOD 1 TOC TE1 .618 E1A61 181 

.. . . . . . . . . . . ....... ..... ,.... ,.... * .... ÷....... ,......... * ... . .. ÷.......... -- -- ----- -- -- - ....... ÷....... •...... ÷ ..... ,...... + . . . .......................................... ÷ 

INSPOATE ROW C0L VOLTS 0EG IND PER CH0 LOCR INCHI INCH2 I CRLEN CEG BEGT ENDT PDIA PTYPE CAL CONVENTS 
............... ................. ..... .. ....... .... ....... ...................................... + ...................... ...... ................................... ......................3



201- 001-202 1-022 01- 220-200 000 =014-02200 20-02

!�r�; 5

22 22

24 01 2

UIIIII t

T T T T

Izz,

11 

...........

.............

owl',

............ . .... .... .......

z z. 1.

t; t; t; Z; 1. -. z

I " . .

'Z Z.Z.Z.  --.. - 1-- -- -4.ax. - z Z.zw ml

-2. 1 mll

.=2t;

-- ' ggg- - . . . . . . . . . . . . . . . . gg -- gaý g 744" gavg ggga4gg- gagg gggvggg 
2 =' 2 2 ý; 2=.,=TR 2.,..R2 1=21.1.22m.om7KO 2 ..RR S..o 0,0,.==Oomomo o==o 2=x=Somo 

1999119 1.19919 91-g agg--- -gv-g g g ....... gg ..... g.. ý'g. ý-g gggg 
======= -=2= =T-=2T= 2-=-.TT -=-=2ý22o 22-22= 22.T T'.2. =..= T2222T.,

> . . . .  

> 

> 

.o

lz .1 z I 

0 0

I IV: >P 3o 4-i- --

xx

745 

2 ýý 

E F;

o 

z

-. Z.. -

oo

I ý

199

E;; 2 5 

T -M> I 

=o=o



<0O <3 30<0<0< 
*~ . .a .a.oa a .  

.. . ....- .....- ox = m o--- - .....-i ..3.  
A;ý~~~~ ~~~ ~ ~ ~ ~ ~ ~ l.'fr-i- 1<<421 g gOSSESg g2 OSO - 12g2w1 g2 ; gg-~ ol m 2 2 

22020. 000 A ME 00000 m00w000200000 

+ .>> ..a a .> > . .a.o...o...  
'0'~ 0=0g 0000.. 0= 0 00 0 00 0 0 0 0 00 

pp =,ýP .~ ....1 .......- .....i

000~~~~~~~2 2 -000 0...01 00 i0-i0i0-0 3 

000 000 0 0 0 0 0 0 00 000 0000 00 0 .  '0'~ ~~~~~~~ 000 00 0 0 00 0 0 00 0 0 0 00 

444 0A00 0 >0 3 3 3 3 3 
.0 0 0 0 0 0 o . 3 0> 0 03 0 0 0 0 3 00 3 0 30 0 10 1 0 00 0 * oo 0 00 0 0 0 0 3 0 0 0 00>0 0 00 > 30>3 0 0 

5:~~ ~~ 4 > 0 * .3 * 0 0 .0 0 .00 4 3 0 0 0 0 3 0 0 3 0 3 0 03 .00 0 0 0 0.0 0 0 0 3 0 0 0 0 0 0 0 03.0 3 0 0 0 

'00 ~ ~ ~ ~ ~ ~ . 2322 3.203. 3- - 2 003a .40 00302. 000 R= 3 3I3 33330 03zz 22300 0 0 3000 ...0.0 3 3 0 30 0 0 0 30 0 00 3 3 00 

300 1.~ m«> 0m 0 2232 999000 000 009 330300 00 3 00 0 00 3 0 0 0 03 0 00 0 >0 a --- 3030- 3--- - --- 0 <... '>.. .0.. . . .- - - -2-- - - - - -

'a'0300~~~~~~~xg g 0030 0.3. ......z 00 .. .... .~ ~ > 3 0 3 0< < 0 < 0 3 3 0 0 0 0 < 
*-'aaoo~~~~.. 33-a----a---a-33- 3a 3 3 a 33 a aa 0 3 3 3 a O o a o a o a 3 aO a O 3 a 3 a30 0 a O aa a a > ' 

'a 1. '0.0 330. 333 NOON 0000 NO 300 .30 3330 .0 0000000 300009 3300 000 3300 0 3 33 0 00 0 0 
' 3 . 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 3 33.3 3 33.3 3 3 3 3 33.3 3 3 3 3 3 * < 

=0--000-0 -- 00003000- - 00030000- 000 00000 0000-------= -------- --------- -------- -------- 30 00 -00 00 0 0 0 -00 00 0 00 00 00 0 00 00 00 00 00 0 00 0 00 30 000.0:-



-------- -(0-(0--(--0(--0 0(0--(0---00-- -(000(0-- -- 0(00-(0(0- 00000(0 - -000-0 -00- -0 ( 00000- 00( -000( -0 - --0000(0 -- -0 -(-0(-0 --0- -0 --0-00-(-- -00000 - -- -(0 - --0-0(0(000-(0 - --(0' 

* - (0(0400 ((0((00 (0((0( 400(00 00(00(000 0000 000 00 00 (0(00 (00(0(0( 000 00 000 0 (0(000(0(0 0(04(0 ((0(0T0 004T(0T!!0 
*~~~ ~~~~~~~~~~~~ . .400 0.00 .00 .0'0 .00(00 .00( .00 .0 .000 00 00.00( O W W 0000( 0000 0000 0440 

*~~~~~~~ ~~~~~~~~~~ -6 0 -0(0 00- -00 - - - - -(0 -6 0 -0~4 - 04'0 - - - - - - - 0 0 -o o - - -

0' .4''J . 0 00 ." 0 . .... ...0( ... .... .NO S .""JO .'0 4 0 0 .40 0 4 - 00 0 " 0 0 0 . .040 0 0 00 0 

*0'. ~ ~ ~ ~ ~ ~ i i.--'" -'--- in--0 0000 0"00- 0'60 0 1"0''''' 0 0 0 0 0 0 .10 0 . 0 0* 0 

*0II. .. X - - - '0' --- -

* ~ .'-0' V , 0I0 00 40 00 0 4 -4 0 0'4 0N N N 0 ' 4 
*o. 2' 0. 00 00 T0 -o 0z40 - 00 0 00 000 0 ( 

0' - - 440 -N 0 00 - 0 0-- 0 0 I0 

* ~ ~~~ ~~~~~ .. .. 0..000.0000 0 0 0. N 04 4 
0' ~ ~ ~ ~ ~ ~ . .0. .... ' 00 446-'N 0 0 0SO 6 6 ~ 00 0 -04 N ( 0 

... -T .= T 11 21 2 - 2 ...00...0..00 0662M.0 T6600060 0500000000 0500000000 00TT0T=00022=0=0=T205666045000 060 00 - 226200 =0 ...6 

(0.00000 ~ ~ ~ ~ ~ ~ ~ ~ ~ ~~~6 6 - 00- 00 00 00 0I 00 00 0 00 00 0 00 0 00 00 000. 00 00. 00 0 0 00 0 0 000 00 00 00 00 0 0 0 000.  

0. 0l 00 0 0 0000t0000> 

~~~---------4--4-4-- -------- ----- ----- -4-40 .4.4 ------ ------ 4 ----- .44. -744T- -44.4-4 -- W-4--- --. 0' 

>0000~~0 0(0 0 0000(00 

'0'~~~~~ ~~ 00 0A00 0 ( mA 0 0 0 000 0 4 0 0 0 0 0 0 00 0 00 0 0 0 0 0 0 0 0 0 00 0 0 0 0 0 0 0 0 0 - 0 0 400 0 '0 

00 T 00 00 0Q 00 0 0 0 

(0.00(000~~~ 00 0 0 0 0 0 ON0 040 ( 0 66 00(044444604 0904 (0 4 4 0(0 = 44 4 00444 00444 (0N 0 0444 0044 0044 (0 000 0 N4 0 

00-- - - - - - -0000-- - - - - - - - - - -0-- - - - -0-- - - -000-- - - - - - - - -00-- - - - - -00-- - - - - - -00 - - - -



o~" oo 04a 

- - - - - -- - - --.  

ox 0 .04 ...... T X O 0 04 ..  

-- u - .. .. . 0004. u- . = 2- u .. 0 022 ....  

>5 4-4-a - 04 a a 0It 

I A.4-0 go.a. 30a 5.  

4-. N20- 0.2" T4- 4. A- 4- NZ0 .0

.... 0303. I .. .. --- -- --- 3-----4 00 

- -- -- --- -- -- --- -4----------------3-3 --------------- --------------- - - - - - - -s - - -.' -- - -4-



SG - A ALL REPORTED INDICATIONS 

Palisades 1 RFM7 PAL 20810691 6R/01/206f 14:06:43 
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I INSPDATE ROW COL VOLTS DEG IND PER C0N LOCG INCH1 INCH2 I CRLEN CEG BEGT ENDT PDIA PTYPE CAL COMMENTS 
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1999/L,/M1 2 143 NOD ORG 608 .580 ZPUFH 1291 
1999:!6901 2 043 NDD TOM TOM .810 ZPS3C 1531 
0090/60/60 2 143 NOD I TSH TOH .010 ZPS3C 1631 
19 0 /11/61 2 143 NDD I ORG @5H .08S ZPUFH 361 

1996/11/81 2 143 NOD 1 TOM TSH .610 ZPSNP 1609 
1995/07/10 2 143 BS 0 U8 .6- 6DH TEM .610 OBALL 221 
1995/97/51 2 143 19.16 169 ONT I O80 7.32 TEC TEH .590 EBALL 281 
1995/07/61 2 143 ROD 1 TSH TSH .829 Z3S3C 841 

28 143 .46 36 DSS P1 :09 .48 TEC TEM .6-0 "8AR 471RESULT OF HISTORY REVIEW 
1999/18101 28 043 .54 27 DSS 01 608 .38 TEC TEM .618 IEALL 311 
1890/1/610 28 143 . ._ OF :. .00 .34< 9 60H 65H .618 ZP$3C 1131 
1998/85/01 28 143 : M ID . 1.. . . TSH TSH .616 ZPS3C 1501 
199MM/1I.0 28 043 ND 1 TSH TSH .610 ZPSNM 961 
190/63/61 28 143 ROD 1 TER TEC .610 EBALL 41 

36 143 .44 140 FOD I 60H 28.30 TEC TEO .810 1ARM 451RESULT OF HISTORY REVIEW 
30 043 .22 132 FPD 1 648 6.98 TEC TEM .810 NBARH 45;RESULT OF HISTORY REVIEW 

199./85/01 36 143 NOD 1 TOH TSH .616 ZPS3C 1;55 
0998/11/60 38 043 DOD I TSH TOH .61: ZPSNP 95 
1000187/60 39 143 .66 162 106 I lOC 10.83 TEC TSH .81: EBALL 221 
1099/67/60 38 143 NDD 1 61H TEO .86I EBALL 261 
0995167/60 30 143 NOD I TSH TSM .820 Z3G3C 84; 
1990/64/01 38 143 18 01 68 07.20 TEC TEH .816 ZOAMF 990 

1090184/61 38 043 108 1 640 6.86 TEC TEH .810 ZOAHF 991 

I 32 143 .38 81 PLP 06 TSH .18 TOM TSH .600 ZPS3C 1031 
1999/101 32 143 IOF I0 TSH .18 TSH TOM .616 ZPO3G 100; 
10998/60/M 32 143 .93 9. PLP 08 TR .19 TOM TOM .610 S3C 1055RESULT OF DISCREPANCY RESOLUTION 
1900/11/61 32 143 NOD 1 TOH TSH .610 ZPSNP 951 
1 990/87/01 32 143 NOD 1 TEC TEO .616 EBALL 221 
1 990/87/81 32 143 N0D 1 TSM TSH .610 ZPSNM 72; 
1995/67/01 32 143 N0D I TSM TSH .626 Z3S3C 84; 

34 143 .45 47 POD 0 08H 10.70 TEC TEO .600 OSMO 471RESULT OF HISTORY REVIEW 
34 143 .65 132 FSOD 1 03C 20.55 TEC TEH .810 MBARH 47;RESULT OF HISTORY REVIEW 
34 143 .16 45 FSOD 83C 08.68 TEC TEO .680 NS H 471RESULT OF HISTORY REVIEW 

1999/11/01 34 143 NOD TEC TEO .610 NBARH 1871 
1999/18/81 34 143 NOD TSH TSH .610 ZPO3G 1551 

i 1998/81 34 143 00D 1 TSH TSH .610 ZPS3C 1051 
1996/11/81 34 143 NDD 1 TSH TSH .610 ZPSNN 961 
1 99/617/01 34 143 NOD 1 TEC TEO .610 ERALL 231 
1995/87/61 34 143 NOD I TSH TSM .620 Z3S3C 841 

90 1043 .41 107 VOL PS 600 -. 82 02C 02C .618 ZPS3C 121 
96 143 .47 106 VOL P1 62C .08 O2C 020 .618 ZPS3C 121 
o9 143 .81 6 PCT 21 P2 02C .10 TOC TER .6198MM 47; 

0999/1/011 08 143 ND TEC TEO .616 MBARH 101 
10998/65/1 96 143 6DD 1 TSO TSH .616 ZPS3C 1571 
1000/11/SI 96 143 NOD 1 TOH TSH .610 ZPOON 081 
1995/07/81 96 143 NOD I TEC TEO .610 EBALL 231 
1995/07/81 96 143 NOD 1 TSH TSH .620 Z303C 861 

9 144 .16 128 FSOD 1 840 36.36 TEC TEO .868MNBARH 11RESULT OF HISTORY REVIEW 
9 144 .37 96 FSD 1 04C 37.11 TEC TEO .616 10MARH 5RESULT OF HISTORY REVIEW 

1999/18/01 9 144 N0D TOH TOM .861 ZPS3C 1551 
1 00006/81 9 144 NODD 1 TSH TOH .061 ZPS3C 1865 

1998/11/81 0 144 .13 146 108 1 640 38.33 TOG TEM .6 EBALL 12;RESULT OF DISCREPANCY RESOLUTION 
1996/11/81 0 144 )HISTORY REVIEW PERFORNED 
19960/11/1 S9 144 .32 94 108 1 04C 37.84 TEC TEO .616 EBALL 121RESULT OF DISSCREPANCY RESOLUTION 
I 1996/11/81 9 144 ISTORY MOVIES PERFOROE9 

1996/1l/MI 9 144 NOD I TSH TSH .816 ZPSNM 208 

15 144 .30 148 FSD 1 80C 7.91 TEC TEO .61 18MARM 47;RESULT OF HISTORY REVIEW 
15 144 .31 123 FSD 1 1GC 29.19 TEC TEO .806 8MRH 47RESULT OF OISTORY REVIEW 

1999/ 100 01 15 144 ND0 TSH TSH .616 ZPS3C 157; 
0999/65/01 15 144 RDD I TSH TOH .61 2PGS3C 1611 
0996/11/61 10 144 N0D 1 TSH TOH .616 ZPSPN 096 

1993/6/01I 15 144 .42 158 108 1 01C 09.30 TOG TOH .6 ERALL 22; 
1099/64/81 15 144 106 1 62C 7.60 TEC TEO .816 7RAHFP :99 
1990/64/01 15 144 100 0I sc 09.18 TEC TEH .816 ZBAHP 99; 

79 144 .48 8 PCT 9 P2 VS5 -. 54 TEC TEO .616 M6A8N 45; 
79 144 .84 8 PCT 15 P2 VS5 .78 TEC TEH .016 MARM 45; 

199 10/01 70 144 .04 8 PCT 13 80 VS5 -. 02 TEC TEO .616 N8ALL 31; 
39991/18/1 79 144 .62 8 PCT 05 00 V05 .81 TEC TEO .618 MBALL 311 
1999/80/61 79 144 NDD 1 TSH TSH .616 ZPS3C 159[ 
1906/11/81 79 144 NOD 1 TSH TOH .610 ZPOON 89; 
19920831/1 79 144 ND0 1 TEO TEC .610 EBALL 11 

8 145 1.86 157 FS0 1 61 3.46 TEC TER .610 8 BARH 51;REIULT OF MISTORY REVIEW 
1909/16/M1 6 145 NOD TSH TOH .616 ZPS3C 155; 
1608/85/91 8 145 INF 3 618 2.44 TEC TH s.61 EBAL. 19; 
1008/85/61 8 140 2.11 73 108 8 810 3.75 TOG TOO .618 EBALL 191RESULT OF DISCREPANCY RESOLUTION 
19098/M5/M1 8 145 IHISTORY REVIEW PERFORME0 
1998/85/61 8 145 NOD 1 TSH TOH .616 ZPS3C 163; 

1 1996/11/91 8 145 NDD I TSH TSH .816 ZPSNM 95; 
1998/641/1 8 1405 Mo 1 61H 2.40 TEC TEO .616 ZBAHF 99; 

14 140 .61 86 PLP 18 TOO IM TSH TSH .810 ZPS3C 103; 
1999/10/81 14 140 .48 99 PLP 18 TSH .8 TSH TOH .816 PZS3C 1001 

01900/51/1 14 140 NOD I TEC TEO .616 EBALL 19; 
198105/61 14 145 NOD J TSH TIH .610 ZPS3C 16;1 
1996/11/61 14 140 N0D 1 TSH TOH .610 ZPSNM 951 

30 145 .42 93 FSOD 1 82C 23.7 TEC TOM .810 MBARH 47;RESULT OF HISTORY REVIEW 
38 145 .27 118 FPD 01 6C 30.3 TEC TM .010 1MARH 47;RESULT OF HISTORY 0EV1EW 

1999/18101 38 145 0DD TSH TOH .161 ZP03C 10SI 
1099/05/81 30 145 10F 3 600 00.88 TEC TOM .618 EBALL 191 
1 99/806/01 30 145 0.14 188 106 3 82C 23.84 TOG TOM .810 ERALL 191RESULT SF DISGREPARGY RESOLUTION 
1998105/81 30 145 IHISTORY REVIEW PERFORMED 
1998/05/01 30 145 .65 84 M88 3 82C 29.91 TEC TEO .618 EBALL 191RESULT OF DISCGEPANCY RESOLUTION 
1998/90/81 30 145 IHISTORY REVIEW PERFORMED 

1 1998/65/01 30 145 0D0 1 TSH TSH .616 ZP03C 1611 
1 1996/11/01 30 1405 ND 1 TSH TSH .818 ZPONN 951 

1998/84/01 30 145 W8,H 1 82C 02.88 TEC TEO .818 ZBAHF 99; 

32 145 .79 6 PCT 10 P2 VS4 -. 84 TEC TEO .618 1MARM 47; 
1999/10/81 32 140 NMO TSH TH .810 ZP03C 1551 
1998/06/01 32 145 0D0 1 TEC TEO .818 EBALL 191RESULT OF DISCREPANCY RESOLUTION 
1998105101 32 145 NOO 1 TSH TSH .618 ZPS3C O6IL 

0996/11101 32 145 N0D 1 TSH TSM .810 P2N1 95; 

66 140 37 07 F00 0 63H 27.33 TEC TEH .16: 1MARH 471RESULT OF HISTORY REVIEW 
50 145 .15 36 FPS 1 02C 25.42 TEC TEO .010 HEAR 471RESULT OF HISTORY REVIEW 

I999/18/01 59 145 NOD TSO TSH .810 ZPS3C 1551 
05198/5/01 50 14 .47 780 6B 3 63H 27.22 TEC TEO .616 EBALL 191RESULT OF DISCREPANCY RESOLUTION 

1099/816/01 50 145 OIOTORY REVIEW PERFORMED 
1 9981/05/01 50 1405 .35 181 108 3 62C 25.32 TEC TEO .610 EBALL 91RESULT OF DISCREPAMCY RESOLUTION 
I 998/05/9L 09 145 IHISTORY REVIEW PERFORNED 
1998/805/1 58 145 N0D 1 TOH TSH .618 ZPG3C 159; 

1 1996/11/01 50 140 NOD 1 TSH TSO .616 ZPSNN 961 

21 146 .79 105 FSD 1 TSH 5.73 TEC TEO .610 MBARH 451RESULT OF HISTORY REVIEW 
19981/0/1 21 1406 ND 1 TIM TSH .618 S3P3G 161; 

1 1996/11/91 21 146 N00 1 TIH TSO .810 ZPRNC 95; 
9193/1001 21 146 .07 157 M88 I TOH 5.84 TOG TEO ,610 ERALL 02; 

I1990/04/01 21 146 MN1 I TOS 0 89 TEC TEN .614 ZSAHF 99; 

.... F.AT ROW CO..GL VOLTS DEG IND P00 09 LOOM. 16061.2. LH . . ..I .RLRGE. BOOT N.T P. PTYPE CAL COMMEN.TS 

35



OW(0(0((0W4W00 W.0(( .00000(000( .1(4(40 .1104((( .0(0( .(0(4((04 . (( 0 .4-.-.

I 0101 j10(01 I� E;�;;� 8
(001r01

-0:

2E

2ig 22- 2
2! 200 01010

61.6

>01> 100 >>> 00 4 >00 >0 0 0> > > 00 >000 000 00 00 >0 0m>0 . ..010 01- 40 1 
(0((0-0(4411--101T( 1-0( (0-244(4 -1--0101... .14-((5 .....((40 M- 224( 2220 (024 22 0(0 01 ..(0((4(01-4

z. z. z. 1.

ý; ý ý; 1. 1. ý wl 1. ý; Z; ý 
.... .......

ý 0 ý; ý; .

0 00 00 0 0 0 
0 

------------------------------------------------------------------------------------------------------------------------------------

-1 -0 0 (0 - -- .. -00 - -0( -- (0- 

0 Z020 =n~2001 00( 00'-00 ~ ...... n- =. z... nt '

0 0010 2 2000 0-0014-4-II 00 0 0004-4 00 0000 200 000 

in iý ýo i 6 ioI I 

z~z.2 

0 0W0 0(0(0051 01001W EEE 0010 (40005 1400010.0 OWO 

22 o 2n 2n. ....  

>01ggg g 01. g1 ... . . . .. . .  

0101T 04(0T= .. T T1 01 04 04



P.lisd..s 1 RF07 PAL 206010501 B5/91/2001 14:60:43 

INSPDATE ROW COL VOLTS DEG 1ND PER CHN LOCN INCH1 INCH2 I CRLER CEG BEGT ENST PDIA PTYPE CAL COMMENTS 

.. .. . .............. , .... ÷ .... ÷ ......... , .... , .... ÷ ....÷ ....+ ....... ÷ ......... .. ........... ...÷ ....... + .... + ....... + ....... + ...... , ...... +...... +..................................................  

1 1999110/01 73 149 NBD TEC TEN .6184 BALL 141I 
1999/10/01 73 148 .21 122 TRA 3 TIS M B TSH TSH RI6 bP3e 1171 
1998/655/1 73 148 6]R 2 TON lB TON TON .810 ZPS3C 1611RESULT OF LEAD ANALYST RESOLUTION 
S19V6/ll/l 73 148 1.08 129 TRA 4 TSH .1 TSH TSH .610 20100 9BIBISULT OF DISCREPANCY RESOLUTION 
1992/03/1B 73 148 NOD 1 TEN TEC .610 EBALL 311 

8 140 .27 116 FSD 1 04H 10.18 TEC TEN .61R 06BAR0 4IRESULT OF HISTORY REVIEW 
1998105/01 8 149 NOD 1 TSH TSH .:1 ZP13C 1651 
19996/11/1l 8 149 NOD 1 TNH TSH .610 I PIN iBOI 
19901/71/1 8 149 N0D 1 TEC TEH .610 EBALL 241 
19951/7/01 8 149 NDD 1 TOS TIS .62R SIC 841 
1890/04/91 8 149 . .. #48 1 . . .19 " TEC TEN .610 ZBAHF 881 

14 148 .38 154 FSO 1 B3C 32.97 TEC TEN .81= 06ARH 451RESULT OF HISTORY REVIEW 
1999/B1/01 14 149 NOD TOO TNS .81: ZPI3C 155: 
1998185/01 14 149 ND0 1 TSH TSH .614 ZPI3C 13l 
1991/11/01 14 149 NDD 1 TSH TSH .610 ZPSNH 1101 
19951/7//1 14 149 NDD 1 TIC TEN .610 EbALL 24I 
1995/07/01 14 149 NOC 1 TSH TOH .616 ZPSNON 77 
I 199/07/1 14 149 NDD 1 TSH TOS .628 Z3S3C 851 
I1990/.4/'1 14 149 M0M 1 S3C 32.99 TEC TEN .610 ZBAHF 891 

16 149 .43 140 001 1 TSC 11.47 TEC TEH .616 0BARH 47I 
1998/05/01 16 149 BDO I TOH TSH .610 ZPS3C 1631 
1996111101 16 149 OD 1 TOH TOH .610 ZPSN0 1061 
1995/07/01 16 149 DD 1 TEC TEN .610 EBALL 241 
19956/7/01 16 149 NOD 1 TOS TSH .620 Z3l3C 851 

22 149 .27 148 FSO 1 TSH 21.89 TEC TEN .610 lEARH 451RESULT OF HISTORY REVIEW 
1998/85/01 22 149 Mo0 1 TOO TOO .I1S ZP3C 1631 
1996111101 22 149 ND0 1 TSH TSH .:6: ZPSNH 9 7 
1995107/81 22 149 NOD 1 TEC TEN .610 EBALL 141 
1996/07101 22 149 NOD 1 TSH TSH .610 ZPSOM 771 
S195/07/01 22 149 HOD 1 TSH TSH .621 Z3S3C 851 

26 149 .26 107 FSD 1 0 31.90 TEC TEN .610 MBARH 471RESULT OF HISTORY REVIEW 
26 149 .30 51 FPD 1 G2C 21.22 TEC TEN .618 #8ARH 471RESULT OF HISTORY REVIEW 

1999/10/01 26 149 NOD V84 VS4 .580 ZPUFN 1331 
1899110101 26 149 9.11 172 DNT NI VS4 .47 TEC TEN .610 BALL 1 471 
1998/1B101 26 149 OD I TSH TSH .610 ZPS3C 163! 
1996/11/01 26 149 0o0 1 TOO TOO .610 ZPSN2 971 
1995/87/el 06 149 7.39 170 DOT 9 014 .44 TEC TEH .61 EBALL 251 
1995/07101 26 149 NOD I TSH TSH .61: ZPSNN 781 
1995107/01 26 149 NOD 1 TSH TSH .820 Z3S3C 841 

52 149 .81 0 PCT 15 P2 VS3 93 TEC TEH .616 18AR0 45I 
52 149 .73 0 PCT 13 P2 V14 ".83 TEC TE .616 06BAR 45! 

1998/65/81 52 149 RDO 1 TSH TSH .16: ZPS3C 165! 
1996/11/81 52 149 NOD 1 TSH TSH .61 ZPSNM 951 
1995/67/41 52 149 NOD 1 TEC TEN .610 EBALL 251 
1995/07/01 52 149 NOD 1 TSH TOH .620 Z3S3C 841 

56 148 .45 148 FSOD 1 VS3 2.71 TEC TEH .610 lBARH 471RESULT OF HISTORY REVIEW 
1998/06/01 56 148 NOD 1 TOH TOO .61 20PS3C 165! 
1996/11/01 56 149 N0D 1 TSH TSH .10 ZPSNM 95 
1995/07/01 56 149 N0D 1 TEC TE1 .616 EBALL 241 
1995/871/1 56 149 N0D 1 TOH TSH .620 Z3S3C 8as 
1990/64/01 56 149 060 1 9S4 11.90 TEC TE1 .610 ZBAHF 991 

11 156 .20 150 P00 1 04H 3.84 TEC TEN .610 MBARH 145RESULT OF NITORY REVIEW 
1999/10/01 01 156 .27 15 P10 1 04H 3.85 TEC TEN .616 ISALL I47IRESULT OF H0STORY REVIEW 
L998105/01 11 156 NDO 1 TSH TSH .610 ZPS3C 1656 
1996/11/01 11 156 NDO 1 TSH TSH .610 ZPSNM 106! 
1992/03/01 11 156 0DO 1 TEN TEC .610 EBALL 31i 

25 150 .32 145 FSD 1 62C 35 77 TEC TEN .610 MBAR0 471RESULT OF HISTORY REVIEW 
26 156 .41 144 FOD 1 *IC 35:63 TEC TEN .616 M4B68 471RESULT OF SIOTORY REVIEW 

1999/16/01 26 156 2.65 179 DBT 01 9S4 -. 91 TEC TEN .610 MBALL 1471 
1999110/01 25 156 33 145 FSD I 02C 35.82 TEC TEN .610 MBALL 1471RESULT OF HISTORY REVIEW 
1808/1 1 25 156 31 140: Fl I SIC 35.50 TIC TEO .616 TEALL 1471RESULT OF HIITORY REVIEW 
1988/05/01 25 150 000 1 TSH TOO .6H 0 ZPS3C 1631 
1996/11/61 25 151 0DD L TOH TSO .616 2PSNM 156j 
1990/03/01 25 156 ND0 1 TEN TEC .610 EBALL 31! 
I1010041/1 25 156 MB0 1 S2C 35.80 TEC TEN .610 ZBAHF 91 

s8 151 .14 73 FSD 1 03C 11.21 TEC TEN .610 0BARH 451RESULT OF HISTORY REVIEW 
1999/1061 18 151 NDD TSH TSH .610 ZPS3C 1571 
199011/051 I8 151 .77 112 MBM 3 54C 35.66 TEC TEN .610 EBALL 19IRESULT OF DISCREPANCY RESOLUTION 
1998/65/01 18 151 IHISTORY REVIEW PERFORMED 
1998/05/01 18 151 ND0 1 TSH TOO .610 ZPS3C 1651 
1096/11/61 10 151 HE0 1 TSH TSH .610 ZPSNM 1011 

26 151 .42 143 FSD I TSC 22.82 TEI TE1 .610 08ARH 451RESULT OF HISTORY REVIEW 
1998110/01 26 151 NOD VS4 VS4 .560 OPUFH 1331 
1900/10/01 26 151 NOD TOH TSH .6 ZPO3C L S71 
1990/05/01 21 151 .55 58 OBM 3 020 2.19 TEC TEN .610 6BALL 19IRESULT OF DISCREPANCY RESOLUTION 
1990/05/01 26 151 I]ISTORY REV5E1 PERFORMED 
1998/05/01 26 151 8:03 172 DOT NI VS4 .56 TEC TEH .616 EBALL 191RESULT OF DISCREPANCY RESOLUTION 
S1996/05/1 26 151 62 106 M66 3 TSC 22.66 TIC TE .610 EBALL 191RESULT OF OISCREPANCY RESOLUTION 
1998/06/01 26 161 IHISTORY REVIEW PERFORRED 
1998/05/01 26 151 ND0 1 TSH TSH NIB OPO3C 166! 
1996/11/01 26 151 ND 1 TSH TSO .610 ZPSNM 1091 

1 1 50 151 .61 144 FOS 1 siC 34.56 TEC TEN .610 MBARH 0 45IRESULT OF HISTORY REVIEW 
S1999/10/61 68 161 00 TSH TOO .61: ZPs3C 1571 
1996/65/61 60 151 1NF 3 SIC 0.55 TEC TEN .616 EBALL 21! 
1 0996/6/1 50 151 1.14 169 060 3 1C 34.50 TEC TE7 .610 EBALL 21IRIOOLT OF DISCREPANCY RESOLUTION 

I 1996/05/01 60 161 IHISTORY REVIEW PERFORMED 
S19968151/6 50 151 NDD 1 TOH TSO .618 ZPS3C 1631 
I 1996/1/l 00 151 5D0 1 TIN TSH .619 ZPSNM 101! 
199.104161 50 151 060 1 SOC 5.50 TEC TE .610 ZBAHF 99j 

9 152 .49 149 FSD 1 030 08.97 TEC TEN 6 , 6 BAR8H 4SIOESULT OF HISTORY REVIEW 
I1998/65/1 9 162 N0D 1 TSH TSH .616 ZPS3C 165j 
I1996/11/61 9 152 NOD 1 TSH TSH .61S ZPS20 1041 
10995/67/61 9 152 NOD 1 TEC TE .610 EBALL 24! 
1995/67/61 9 152 NOD 1 TSH TSH .602 2303C 84! 
1998/64/61 9 152 06N 1 83H 28.96 TEC TEN .610 ZBAHF 99j 

66 152 .55 0 PCT 11 P2 V93 1.17 TEC TEN .616 08ARH 451 
1998055/61 65 152 NOD 1 TSH TSH .616 ZPS3C 163! 
1996/11/01 65 152 ROD 1 TSH TSH .610 ZS0M 0 99 
1995/07/01 65 052 NDO 1 TEC TEN .616 IBAIL 24! 
1996/07/01 65 152 N0D 1 TOO TSH .619 ZII3C 841 

69 152 .97 8 PCT 24 P2 VS3 .94 TEC TE7 .01 160ARH 47! 
69 152 .88 0 PCT 22 02 9S3 .04 TEC TEN .616 I 8ARH 47! 

1998/05/01 69 152 NOD 1 TOH TSH .616 ZPS3C 163! 
1996/11/01 69 152 ND0 1 TSH TSH .:1 ZP0SN0 184! 
1996/07/61 69 152 NDD 1 TEC TE7 .616 E1ALL 256 
1995/07/01 69 162 ND 1 TSH TSH .626 Z3l3C 65i 

1 43 154 .17 91 F1D 1 06C 8.13 TEC TEN .01060ARH 471RESULT OF HISTORY REVIEW 
1999/16161 43 154 .15 127 FSOD 1 5C 8.19 TEC TEN .616 0ALL 1471RESU0T OF H ESTORY REVIEW 
1999/10/01 43 154 NOD TSH TSH .610 ZPS3C 1571 

1 1998105/:1 43 154 NOD 1 TSH TSH .010 ZPS3C 1691 
1996/11/61 43 154 NOD I TSO TOO .601 ZSN0 104! 

992 1to03/01 43 154 NOD 1 TE7 TEC .610 EB10A 31L 
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23 106 .26 87 FSD I 64H 33.82 TEC TEN .616 REARN 471RESULT OF HISTORY REVIEW 
S1998/60/1 23 100 NOD 1 TSH TSH .619 ZPS3C 1671 
1996/01/91 03 156 ODD S TSH TSH .81 ZPSF6 1681I 
19931/N1/1 23 150 .18 BR NON 1 94H 33.62 TEC TEH .816 EBALL 2IIRESULT OF LEAD ANALYST RESOLUTION 
1993/88/81 23 100 NOO 1 NRH 64H .62B ERSHR 481 

1993/18611 23 156 NOD I TSH TSH .:20 ERSNR 481 

44 107 09.64 12 OXP 1 TSH -.. 3 TEC TER .810 lBARH 451 
1999008/RO 44 157 NBD TSH TSH .:6: ZPSPC 1571 
1990/80/81 44 107 68.52 OXP TSH .e3 TEC TEN .16I EBALL 211RESULT OF DISCREPANCY RESOLUTION 
1998W/NO/N 44 167 BOD I TSH TSH .619 ZPS3C 1671 
1996111/01 44 157 . A.DD-.. ... . .--.. TSH TSH .610 ZPSNO 1641 

46 157 .26 158 FSD 1 62H 6.81 TEC TER .818 HBARH 471RESULT OF HISTORY REVIEW 
S1999/11/1 4R 157 HOD TSH TSH .6 ZPS3C 1571 
S1999/80/6 4S 157 83.32 DIP TSR ,11 TEC TER .618 EBALL 211RESULT OF DISCREPANCY RESOLUTION 
1 998/61/1 40 107 .44 117 M8. 3 02H 5.88 TEC TEN .816 EBALL 21RIESULT OF DISCREPANCY RESOLUTION 
1998/950/1 46 157 HISTORY REVIEW PERFORMED 
1998195/@/ 46 157 OD 5 TSH TS R . 81 0 ZPF3C 1671 

1998111/91 46 157 OD I TSH TSH .016 ZPSHM 1841 

04 517 .11 98 FS0 I TSC 13.11 TEC TEN .616 MBARH 401RESULT OF HISTORY REVIEW 
1999/10181 04 157 NOD TSH TSH .616 ZPS3C 1571 
1998//06/01 4 167 .41 113 0I8 3 TSC 13.74 TEC TER .16 ERALL 211RESULT OF DISCREPANCY RESOLUTION 
19-0/606/1 04 , 57 IHISTORY REVIEW PERFORMED 
I998/60/1. S4 157 ND0 1 TOH TSR .010 ZPS3C 1R71 
1 1960/11101 54 107 000 1 TSH TSH .816 I PZSN 1641 

68 1 57 .44 138 FPD 1 60R 19.98 TEC TEN .016 4BARH 471RESULT OF HISTORY REVIEW 

58 57 .19 87 FSD S B4C 21.20 TEC TEN .6 MOARN 471RESULT OF HISTORY REVIEW 
68 157 .39 16$ FSD 1 63C 10.00 TEC TEN .816 MBARO 47IRESULT OF HISTORY REVIEW 

51998/18/81 R 007 .45 141 FSD I NOH 19.98 TEC TEN .616 NBALL I451RESULT OF HISTORY REVIEW 
5990/16/61 08 107 .38 150 FOD S 63C 10.91 TEC TEN .816 OBALL 451RESULT OF HISTORY REVIEW 

.19V/1N/61 08 107 NOD TSR TSH .616 ZPS3C 1071 

1998/80/81 08 167 ODD I TSH TSH .610 3P53C 1691 
1996/11/91 08 157 NOD I TSH TSH .610 ZPSNO 9 
1992/63/61 A 57 NOD 1 TEN TEC .616 EBALL 311 
1996/84/01 08 107 MB 1 608 19.90 TEC TEH .810 ZBANF 891 
1996/64/61 0 8 107 HON I 83C 10.88 TEC TEN .6 08A9F 991 

3 100 .21 137 FSD 1 84C 9.42 TEC TEN .816 MRAR9 99IRESULT OF HISTORY REVIEW 
1 1998/05/81 3 158 NOD I TSH TSR .861 SPS3C 1050 

0990111/1 3 100 ROD 1 TSH TSH .816 ZPSIR 1061 
i 199671/1 3 100 BID I NRN TEN .016 EBALL 241 
1995/07/R1 3 18 NODD I TEC TEN .059 EBALL 280 
1995/07/81 3 100 ODD TSH TSH .620 Z303C 861 

7 1 8 .41 152 FSO 1 2H 5.087 TEC TEN .810 BARM 631RESULT OF HISTORY REVIEW 
1999/18/81 7 108 NOD TEC TEN .861 H'ALL 1471 
1998/05/61 7 1608 HD 1 TSH TSH .816 ZPS3C 1671 
1996/11/81 7 158 NDD I TOH TSH .616 ZPON 1960 
1992/83/61 7 108 NDD I TEV TEC .619 EBALL 311 

19 100 .33 38 FSD 1 63C 11.01 TEC TEN .686 NBMH 51]RESULT OF HISTORY REVIEW 
I1999/16/61 19 109 ODD TEC TEN .816 OBALL 1471 
1998/05/61 19 158 ROD I TSH TSH .816 ZPS3C 1691 
I9V0/11/61 19 18 NOD I TSH TSR .61PSNM 1681 
1990/83/N1 19 108 NOD 1 TEN TEC .616 EBALL 311 

47 108 .26 122 FSD 1 64H 14.76 TEC TEN 816 HBARH 471RESULT OF HISTORY REVIEW 
47 100 .26 134 FSD 1 64H 18.68 TEC TEN .616 6BARH 471RESULT OF HISTORY REVIEW 

1999/16/81 47 108 NO TSH TSR .061 ZPS3C 1071 
1998/0/NI 47 108 NOD 1 TSH TSH .861 ZPS3C 1891 

1990111 47 158 NDO 1 TSH TSR .816 Z'SN 991 
1995/67/61 47 100 NOD 1 TEC TEN .616 ENALL 241 
1995/67/81 47 188 NDD 1 TSH TSH .629 Z353C 861 

I 8 159 .34 30 FSD 1 S1C 23.45 TEC TEN .619 MBARH 631RESULT OF HISTORY REVIEW 
I10998/ 61 8 59 ODD 1 TSH TSH .16: ZPS3C 1871 
1996/11/NI 8 159 .96 123 88 3 63W 33.99 TEC TSE 8616 EBALL LIRESULT OF DISCREPANCY RESOLUTION 
S996/11/61 8 109 .82 82 MB8 3 S1C 23.41 TEC TER .616 EBALL IIREIULT OF DISCREPANCY RESOLUTION 
1990/11/61 8 189 ROD 1 TEC TEH .616 EBALL 121 
1996/11/61 0 159 ROD 1 TSH TSH .610 ZPSHM 1601 

1 1: 150 .36 139 FSD 1 TSH 5.62 TEC TEN .816 NBARH SSjRESULT OF HISTORY REVIEW 
I10989/061 18 109 ODD 1 TSH TSH .816 ZPO3C 169i 
1990/11/61 16 109 RDD 1 TSR TSR .61 6 8 1806 
1993160/61 18 159 .28 141 M8 1 TSH 4.94 TEC TEN .616 EBALL 211 

168 109 .22 128 FOD 1 62C 24.08 TEC TEN .616 88ARH 491RESULT OF HISTORY REVIEW 
1998/05161 16 109 NOD 1 TSH TSH .816 ZPS3C 1671 
1990/118f1 16 109 .27 151 M8M 1 03C 18.03 TEC TEN .616 EBALL IIRESULT OF DISCREPANCY RESOLUTION 
S1996/11/81 IA 109 HISTORY REVIEW PERFORMED 
I 19/11/61 1 159 .17 166 888 1 B2C 21.84 TEC TEN .616 EBALL 12IRESULT OF DISCREPANCY RESOLUTION 
1990/11/81 16 159 IHISTORY REVIEW PERFORMER 
1996/11/81 18 169 NOD 1 TSH TSH .610 ZPSNM 0o81 

9 16 .84 154 FSD 1 64R 10.00 TEC TEH .016 888A0H SIRESULT OF HISTORY REVIEW 
199805/081 9 168 .69 117 8m8 3 64W 12.39 TEC TEN .616 EBALL 21RESULT OF DISCREPANCY RESOLUTION 
1998/05161 9 169 IHISTORY REVIEW PERFORMED 
199895/6/1 9 108 1.20 121 H88 3 64H 14.87 TEC TEN .610 EBALL lIlRESULT OF DISCREPANCY RESOLUTION 

1 1998/0/1 1 V 109 HISTORY REVIEW PERFORMED 
1 1998/65/01 9 186 N8D 1 TSH TSH .6 ZPS53C 169! 

1996/11/G1 0 186 NOD 1 TSH TSH .010 ZPSNF 1061 

11 108 .30 91 FSD 1 83H 26.92 TEC TEH .161 884RH 5R5RESULT OF HISTORY REVIEW 
1999/18/61 11 1:: .38 166 FSD 1 63H 27.61 TEC TEN .816 88ALL I47IRESULT OF HISTORY REVIEW 
1998/805/01 1 160 NOD 1 TSH TSH .61 ZPPS3C 1691 
1990/11/81 11 1N6O DD 1 TSH TSH .616 ZPSLM 1681 
1993R/61/1 11 186 .31 RD 880 1 63H 28136 TEC TEN .010 EBALL 211 

1 4 161 .1 99 FSD S 63H 38.74 TEC TEN .616 BARH 4 98 RESULT OF HISTORY REVIEW 
0998/60/NI 4 101 NODD 1 TSH TSH .618 ZPS3C 1801 
1998/11/81 4 101 NDD 1 TSR TSH .816 ZPSHM INRI 
190/67/81 4 101 RID I TEC TEN .816 EBALL 241 
1995097/el 4 101 8DD 1 TSH TSH .602 2353C 861 

22 161 .28 158 FSD 1 02C 9.38 TEC TEN .6 140BARH 1IRESULT OF HISTORY REVIEW 
1998/961981 22 161 NOD I TSH TSH .616 ZPS3C 1671 
1996/11/61 22 101 HDD S TSH TSH .816 ZPSNF 1881 
19950/7/61 22 16i ODD D TEC TEN .616 EBALL 241 

1 1995/07/61 22 161 NOD 1 TSR TSH .619 ZPSNM 811 
1 1995/07/61 22 161 NOD S TSH TSH .62e z303C 861 

1 1 162 .87 108 FSD S 94C 10.19 DRC TEC .616 8BA8H 141RESULT OF HISTORY REVIEW 
1998/19/61 1 102 .49 148 FOI S 64C 18.83 DBC TEC .061 IBALL I2RESULT OF HISTORY REVIEW 
1999/181/1 1 102 NODD 60C 8H .086 ZPUFH 1291 
1999/181 1 102 .DD 088 TEH .018 MBA L 1491 
1998/95/61 1 162 NOD 1 TSO TSH .016 ZPS3C 1631 

1 1996/11101 1 102 NDD 1 NRC ReN .5O0 PUFH 1iN1 
I 1996/111/1 1 1N2 0DD 1 TSH TIN .018 SPIRO 1881 
1 1992/N3/9W 1 162 850 1 TEN TEC .088 EBALL 361 

17 162 862 188 FID 1 64H 19.39 TIC TEN .616 88A9H 55RESULT OF HISTORY REV0EW 
17 162 .28 118 FSD I TSC 19 44 TSC TEN .616 8BAR8 65ERESULT OF HISTORY REVIEW 
17 AS .44 149 FS 1 84N 19.59 TIC TEN .618 8BARH 99IRESULT OF HISTORY REVIEW 

17 162 29 125 FSD I TSC 9V56 TEC TEN .16 MBARH 99IRESULT OF HISTORY REVIEW 
1998IVV85/01 17 182 NO1 1 TSH TSH .:18 ZPS3C 1691 
1996/11961 17 162 5DD 1 TSH TSH .616 2PSNP ISBi 
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Attachment 2, "Steam Generator E-50B Indications"



Su - u ALL Nt)'RIIU INULUAIIUNS 

P.lts.d.s 1 RF97 PAL 29616591 05162/2981 11:56:36 

INSPDATE ROW COL VOLTS DEG IND PER CNN LOCN INCHi INCH2 I CRLEN CEG REST ENOT PDIA PTYPE CAL. COM94ENTS 

9 2 .49 149 FSO 1 TSC 2.95 TEC TEN .610 MOWRH 2913RESOLT OF HISTORY REVIEW 

19981/0191 9 2 NDD 1 TOS TIS .610 ZPS3C 415 
3 1995/97/91 9 2 .54 152 MON 1 TSC 2.89 TEC TEN .610 EMALL 541 

1995/07/91 9 2 ND9 1 TSH TOS .620 23S3C 643 

3 1990194/91 9 2 MSO 1 TSC 4.19 TEC TEH .610 EMALL 991 

17 2 .15 67 FSOD 1 SC 11.29 TEC TEN .610 MBARH 2991RESULT OF HISTORY REVIEW 

17 2 .18 104 FSD 1 TSC 28.97 TEC TEN .610 MWARN 2S91RESULT OF HISTORY REVIEW 

1998/95/01 17 2 NOD 1 TOS TOS .610 ZPS3C 1211 
1995/17101 17 2 .23 36 1SOI 1 w4C 19.11 TEC TEN .610 EMALL 541 

1995197/11 17 2 .16 122 MOM 1 TSC 28.41 TEC TEN .610 EBALL 543 

1995/17191 17 2 NOD 1 - * . . .ISTO TON .620 Z303C 641 

5 4 .47 146 1F5 1 03H 35.33 TEC TEN .610 MWARH 2091RESULT OF HISTORY REVIEW 

1998/95191 5 4 NOD 1 TSM TSH .610 ZPS3C 451 

1993/66/01 5 4 .38 144 MON 1 03H 35.26 TEC TEN .610 ZBAHF 181RESULT OF DISCREPANCY RESOLUTION 

1999/94/01 5 4 e89 1 04H -4.49 TEC TEN .610 EMALL 991 

7 4 .23 165 F11 1 02H 37.79 TEC TEN .610 MEARS 2111RESULT OF HISTORY REVIEW 

7 4 .45 152 FID 1 03H 25.88 TEC TEN .610 MOARH 211|RESULT OF HISTORY REVIEW 

7 4 .54 134 FVD 1 93H 36.23 TEC TEN .610 MSARH 2111RESULT OF HISTORY REVIEW 

1999/10/91 7 4 0NR 1 02H 37.45 TEC TEN .610 MA•RH 11 
1999/95/01 7 4 NOD 1 TOS TSH .610 ZPS3C 431 

1 1996/11/11 7 4 .75 108 MON 3 02H 37.45 TEC TEN .610 EMALL 231RESULT OF DISCREPANCY RESOLUTION 

1 1992193191 7 4 N9D 1 TEN TEC .610 ZA9F 221 

1 9 4 .47 169 1 1 siC -1.97 TEC TEN .610 M8,RH 2111RESULT OF HISTORY REVIEW 

1998/95191 9 4 NDD 1 TNS TSH .610 ZPS3C 451 

1993/961/1 9 4 ND0 1 TEC TEN .610 ZNAHF 161 

1999/64101 9 4 MBR 1 SiC -2.96 TEC TEN .610 EBALL 991 

- 13 4 .37 160 FSD 1 62C 7.28 TEC TEN .610 MBARW 2111RESULT OF HISTORY REVIEW 

1999/10/01 13 4 .37 147 FSU 1 02C 7.44 TEC TEN .610 MOARS 11RESULT OF HISTORY REVIEW 
1999/19/01 13 4 NDD TOS TSH .610 ZPS3C 531 

1 1998/05/61 13 4 NDD 1 TOS TSH .610 ZPS3C 431 

1 1992/83/01 13 4 NOD 1 TEN TEC .610 ZAHF 223 

1 35 4 .81 9 PCT 24 P2 DoC 1.79 TEC TEN .610 MBOW 2691 

1 1999/1/101 35 4 NOD TOS TSH .610 ZPS3C 631 
1 1996/85/01 35 4 NOD I TIS TSH .610 ZPS3C 1211 
3 1996/11/81 35 4 NO 1 TEC TEN .610 EOALL 231 
1 1996/11/01 35 4 NOD 1 TSH TSH .610 ZPSNS 371 

16 5 .46 144 NOS 1 siC 23.56 TEC TEN .610 MOARH 2171 

1 1998/95/01 19 5 N0D 1 TSH TSH .610 ZPS3C 1211 
1 1995197/01 16 5 .26 183 INF 1 siC 22.30 TEC TEN .610 EOALL 541 

1995107/01 10 5 .59 134 MOM 1 siC 23.42 TEC TEN .610 EBALL 541 
1 1995/87/91 18 5 .61 155 MON I siC 35.81 TEC TEN .610 EBALL 543 

1 1995/97/01 16 5 NDD 1 TSH TSH .620 Z313C 643 
1996/07/91 10 5 NDD 1 TOS TSH .610 ZPSMN 971 
1998/04/01 10 5 MON I siC 22.39 TEC TEN .610 EBALL 993 

14 6 .28 145 F1O 1 02H 18.52 TEC TEN .619 MOWH 2111RESULT OF HISTORY REVIEW 
14 5 .25 156 FS 1 02H 22.81 TEC TEN .610 MBARH 2111RESULT OF HISTORY REVIEW 

1998/651/1 14 5 NOD 1 TSO TOS .610 ZPS3C 1211 
1995/97/61 14 6 NOD 1 TEC TEN .610 EBALL 661 
1995/07/01 14 5 NOD 1 TSH TOS .620 2323C 641 
1995/97/81 14 5 NDD 1 TSH TSH .610 ZPS2 M 961 

1 1990/94/01 14 5 MS" 1 02H 26.60 TEC TEN .610 E5ALL 991 

22 5 1.11 0 PCT 21 P2 VS4 -. 78 TEC TEN .618 HMARH 2111 

1 1998/95/81 22 5 NOD 1 TSO TSO .619 ZPO3C 1211 
1 1995/97/01 22 5 NOD 9 TEC TEN .618 EMALL 561 
I 1995/07f/1 22 5 NO9 1 TOS TOS .629 23S3C 641 

1 19951/7/61 22 5 NOD 1 TSH TOS .619 ZPSNM 963 

1 7 6 .38 151 F1D 1 O1C 25.36 TEC TEN .610 MBARH 2111RESULT OF HISTORY REVIEW 

1999/19/01 7 6 .35 138 FOD I O1C 26.42 TEC TEN .610 MBARH W IRESULT OF HISTORY REVIEW 
1998/95/91 7 6 NOD 1 TSH TOS .619 ZPS3C 451 
1992/03/01 7 6 NOD 1 TEN TEC .610 Z04SF 211 

1992/93/91 7 6 NOD 1 TEN TEC .610 ZBANF 221 

15 6 .36 127 FSU 1 TSH 24.95 TEC TEN .616 MOWRH 2111RESULT OF HISTORY REVIEW 
1998/95/01 15 6 NOD 1 TSH TSH .610 ZPS3C 451 

1993/96/91 15 6 6.86 178 DNT Mi DBH 3.42 TEC TEN .610 ZBAHF I83RESULT OF DISCREPANCY RESOLUTION 

17 6 .55 152 FSO 1 61H 29.60 TEC TEN .610 MBARH 2111RESULT OF HISTORY REVIEW 

1 1998/95/61 17 6 INF 6 816 27.93 TEC TIN .610 ESALt 351RESULT OF DISCREPANCY RESOLUTION 

1 1998/85/81 17 6 .98 112 MBO 3 916 28.99 TEC TEN .610 EBALL 351RESULT OF DISCREPANCY RESOLUTION 

1 1996/05/01 17 6 IHISTORY REVIEW PERFORMED 

1 1998/05/01 17 6 NH9 1 TOS TSH .610 ZP93C 451 
1 1990104/61 17 6 Hm 1 018 27.80 TEC TEN .610 EBALL 993 

1 43 6 .68 0PCT 21 P2 62C -. 22 TEC TEN .610 MARWN 209 

1 1999/10/01 43 6 .76 0 PCT 18 52 92C -. 21 TEC TEN .610 MOWNH 5 

1 1999/10/6l 43 6 .37 89 VOL 3 02C -. 19 0 .235 67 02C .2C .610 ZPS3C 163 

1 19986e5/61 43 6 NOD 1 TOS TOH .610 ZPS3C 433 

1 1992/03/61 43 6 NOD 1 TEN TEC .610 ZBAHF 223 

1 45 6 .64 0 PCT 21 P2 02C -. 87 TEC TEN .610 MBANH 2099 
1 45 6 .68 0 PCT 21 P2 92C -. 29 TEC TEN .610 MOWHN 2991 

1999/18/01 45 6 3.43 179 ONT Ml 96H .41 TEC TEN .610 MAWH 51 
1 1999/16/81 45 6 .39 0 PCT 16 M2 62C -1.06 TEC TEN .610 MOAH 51 

1 1999/110/1 45 6 .71 9 PCT 17 KZ *2C -.27 TEC TIN .610 MBANH 51 

1999110601 45 6 .49 119 VOL 3 02C -. 99 0 .294 67 02C 02C .610 ZPS3C 161 
1999/10801 45 6 .38 107 VOL 3 O2C -. 15 0 .264 64 *2C 02C .610 ZPS3C 161 
1998105/01 45 6 NDF 02C -. 14 02C 02C .610 ZPS3C 41 
1998/95/81 45 6 .18 102 DOS MI 02C -. 28 TEC TEN .616 EMALL 331RESULT OF LEAD ANALYST RESOLUTION 

1998/05/01 45 6 NDD 1 TOS TOS .610 ZPS3C 431 

4 7 .69 156 FSD 1 03H 27.66 TEC TEN .610 MBON 2151RESULT OF HISTORY REVIEW 
1999/10/91 4 7 NDl TSO TON .610 ZPS3C 631 
1998/95/61 4 7 NDD 1 TSH TOS .610 ZPS3C 1231 
1996/11/01 4 7 1NR 1 93H 26.49 TEC TEN .610 ESALL 231 
1996/11/91 4 7 .63 147 MOM 1 03H 27.64 TEC TEN .610 EBALL 231 

3 1996/11/01 4 7 1NR 1 93C 5.61 TEC TEN .610 EBALL 233 

1996/11/61 4 7 NDD 1 TIS TSH .616 ZPSN0 361 
1 1996/04/81 4 7 1.96 161 MRI 1 03H 26.49 #5C TEN .619 EBALL 911 
1 1990/94/81 4 7 1.81 164 MON 1 03C 5.60 45C TEC .610 EBALL 913 

3 7 .65 157 FSD 1 02C 16.09 TEC TEN .610 MONSH 2111RESULT OF HISTORY REVIEW 
1999/16/01 6 7 NOD TIS TSH .610 ZPS3C 531 
1998/05/01 8 7 NOD 1 TIS TSH .610 ZPS3C 1233 
1996/11/61 8 7 1NR 1 OSC 15.90 TEC TEN .619 EMALL 233 

1996/11/61 6 7 .45 150 MON 1 02C 15.82 TEC TEN .610 EMALL 233 

1996/111/1 8 7 NOD 1 TSH TSH .619 ZPSNM 363 

1990/04/01 8 7 1.81 157 MON 1 02C 15.06 TEC TEN .619 EALL 231 

14 7 .27 146 FSD I siC 19.74 TEC TEN .619 HSARN 2111RESULT OF HISTORY REVIEW 

1999/16/91 14 7 .22 126 FPD 1 Nic 19.91 TEC TEN .610 MOARH 1lRESULT OF HISTORY REVIEW 

1999/16/01 14 7 NOD TSH TIS .610 ZPS3C 533 

1 1996/05101 14 7 NO9 1 TSH TIS .619 ZPS3C 433 

1 1992/03/01 14 7 DOD 1 TEN TEC .619 ZBAHF 213 

24 7 .68 136 FIG 1 92H 24.49 TEC TEN .619 lEARH 2111RESULT OF HISTORY REVIEW 
24 7 .31 155 FSD 1 93H 17.47 TEC TEN .619 SOARH 2111RESULT OF HISTORY REVIEW 
24 7 .31 144 FSO I 84C 14.38 TEC TEN .616 SBARS 2113RESULT OF HISTORY REVIEW 

1 1999/11f81 24 7 NOD TSH TOS .618 ZPS3C 531 

1 1998/85/01 24 7 NOD 1 TSI TIS .616 ZPS3C 433 
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1998/60181 38 13 NDD I TSN TSH .610 ZPS3C 1231 

1996/11101 38 13 NDI 1 TEC TEN .610 EBALL 231 

1996/111/01 38 13 NDD 1 TSH TSH .610 ZPSOM 37I 

48 13 .89 0 PCT 26 P2 VS4 -. 68 TEC TEN .610 SWARH 2691 

48 13 1.03 0 PCT 28 P2 VS4 .21 TEC TEN .610 MA•NH 2091 

48 13 1.95 N PCT 28 P2 VS4 .54 TEC TEN .610 M1AIH 2090 

1999110101 48 13 1.44 0 PCT 27 M2 VS4 .06 TEC TEN .610 MAIH Sj 

1999110/01 48 13 NDM TSH TSH .618 ZPS3C S31 

1998195/01 48 13 .27 PCT 11 K2 VS4 -. 03 TEC TEN .618 EBALL 33iRESULT OF DISCREPANCY RESOLUTION 

1998105/01 48 13 NDM I TSH TSH .610 ZPS3C 1211 

1996/11/01 48 13 .30 PCT 6, VSt .. 18.. TEC TEN .610 EBALL 231 

1 1996811/01 48 13 A. 'DO. I.. . . .. . . ... TSM TSH .610 ZPSNI 371 

41 14 .80 0 PCT 24 P2 VS4 .15 TEC TEN .610 BAR1 2091 

1 1998106011 41 14 NDD 1 TSH TSH .610 ZPS3C 1231 

1 1995107/01 41 14 .38 153 MHA 1 *2C 27.03 TEC TEN .616 EBALL 641 

1995/97101 41 14 NDD 1 TSH TSH .620 Z3I3C 641 
1 1998/64/01 41 14 Na 1 S2C 26.09 TEC TEN .610 EBALL 991 

47 14 .89 0 PCT 26 P2 VS4 .56 TIC TEN .616 MBARH 2891 

1 1999/10/81 47 14 .92 PCT 19 62 VS4 .68 TEC TEM .610 SBALL 591 
1 1998105101 47 14 NDD I TSH TSH .610 ZPS3C 451 

1 1993/16101 47 14 NOD I TEC TEN .610 ZBAHF 191 

30 16 .20 68 FSO I TSH .86 TEC TEN .610 MAIH 200IRESULT OF HISTORY REVIEW 

1998/05101 30 16 .47 99 NMS 3 TSH .86 TEC TEN .610 EBALL 351RESULT OF LEAD ANALYST RESOLUTION 

1 1998/051/1 38 15 .17 104 MOF 2 TSH .86 TSH TSH .616 ZPS3C 431RESULT OF DISCREPANCY RESOLUTION 

1 3 16 .56 20 FSD 1 TSH 11.56 TEC TEN .610 MANH 213[RESULT OF HISTORY REVIEW 

1 1999/11/01 3 16 MID TSH TSH .610 ZPS3C 831 
1 1996/05101 3 16 9OD 1 TSH TSH .610 ZPS3C 1231 

1996811101 3 16 .59 55 M68 3 TSH 11.56 DBH TEN .619 EBALL 231 

1 1996/111/1 3 16 OS 1 UB .06 DEH TEN .610 EBALL 231RESULT OF DISCREPANCY RESOLUTION 

1 1996/111/01 3 16 .68 59 HSH 3 TSH 11.58 TEC TEN .616 EBALL 241RESULT OF DISCREPANCY RESOLUTION 

1 1996/11/01 3 16 NMD 1 TSH TSH .610 ZpSNp 361 

1 17 16 .30 158 FSDO I OA 21.79 TEC TEN .616 MARN 2111RESULT OF HISTORY REVIEW 

1 1999/10/01 17 16 MID TSH TSH .618 ZPI3C 531 
1 1998/95181 17 16 MOD 1 TSH TSH .616 ZPI3C 431 

1 1993/06/01 17 16 NMD 1 TEC TEN .610 Z PAHF 211 

1 1990/04/81 17 16 M8O 1 w4R 26.60 TEC TEH .610 EBALL 99l 
1 1998/04/01 17 16 Nam 1 03C 19.48 TEC TEI .610 EBALL 991 

8 17 .38 129 FSD 1 SlC 18.20 TEC TEI .610 MAIH 2891RESULT OF HISTORY REVIEW 

1998/05/01 8 17 MDD I TSH TSH .619 ZPS3C 1211 
1995/07101 8 17 .47 143 686 1 SiC 18.14 TEC TEM .610 EBALL 541 

1 19956/07101 8 17 MDD I TSH TSH .620 Z313C 641 

1 1998/04/01 8 17 68m 1 SIC 17.48 TEC TEN .610 EBALL 991 

1 28 17 .37 145 FSD I TSR 8.92 TEC TEH .610 MBARH 2111RESULT OF HISTORY REVIEW 

1 1998/06101 20 17 MIO I TSH TSH .618 ZP13C 1231 

1 1995/07/01 20 17 .38 157 686 1 TSH 9.44 TEC TEN .610 EMALL 541 

1 1995/07/01 20 17 ODD 1 TSH TSH .620 Z33C 6851 

1 1990/04101 20 17 H8I 1 TSH 8.90 TEC TEM .610 EBALL 991 

48 17 .73 148 FSO 1 MIN 27.94 TEC TEI .618 MRARH 79IRESULT OF HISTORY REVIEW 

48 17 .38 146 FSO 1 0SH 14.79 TEC TEN .610 MSARH 791RESULT OF HISTORY REVIEW 

448 17 .25 139 FSO 1 02C 17.51 TEC TEN .610 1341H 791RESULT OF HISTORY REVIEW 

1 1998/05/01 48 17 NOD 1 TSH TSM .610 ZPS3C 1211 
1995/07/N1 48 17 1.19 159 66N 1 SIN 26.75 TEC TEN .810 IRALL 561 

1 1995/07/81 48 17 .67 149 6M8 1 01H 26.05 TEC TEN .610 EBALL 561 

1 1995/87/61 48 17 .61 158 66M 1 02H 19.58 TEC TEN .610 IRALL 561 
1 1995917/01 48 17 .50 154 686 1 09H 14.74 TIC TEN .610 EBALL 56I 

1995187/81 48 17 0O5 1 TSH TSH .620 Z3S3C 661 
1996/04/01 48 17 H68 1 018 2S.90 TIC TEN .610 EBALL 991 
1998/04/81 48 17 HEI 1 O1H 28.90 TEC TEN .610 EBALL 991 

1 1996/64/61 48 17 686 1 02H 18.60 TIC TEI .610 EBALL 991 
1 1998/84/61 48 17 686 1 0OH 13.80 TEC TEN .610 EBALL 991 

1 54 17 .16 96 DSS P1 95C .83 TEC TEI .610 64ARH 771RESULT OF HISTORY REVIEW 

1 1999/1/611 54 17 NOF 65C -. 26 MSC S5C .610 ZPS3C 161 

1 1999/110/1 54 17 .23 117 0SS Ml 65C -. 28 TEC TEI .610 MBALL 591 
1 1998/65/01 54 17 MOD 1 TSR TSH .610 ZPS3C 1471 

1 1995/87/61 54 17 MOD 1 TEC TEN .610 EBALL 541 
1 1995/87/81 54 17 NOD 1 TSH TSH .620 Z313C 671 
1 1995/67/61 54 17 NO9 1 TSH TSH .610 ZPINM 961 

78 17 .39 43 FSD 1 VS4 9.45 TEC TEN .610 MWARH 2OSIRESULT OF HISTORY REVIEW 

1 1998/85/81 78 17 NDD 1 TSH TSI .61S ZPS3C 1211 
1 1995/07/01 78 17 NDD 1 TEC TEN .810 EIALL 541 

1995/87/81 78 17 NDD 1 TSH TSH .620 Z353C 671 

1 1995/87/01 70 17 N8D 1 TSH TSH .610 ZPSHM 961 

1 74 17 1.32 6 PCT 25 P2 VS3 -. 76 TEC TEI .810 MSARH 2111 

1 74 17 .94 8 PCT 17 P2 VS3 .88 TEC TEN .610 MBARI 2111 
1 74 17 1.41 6 PCT 26 P2 VS4 -. 86 TEC TEI .810 1641R 2111 
1 1998/65/81 74 17 NOD 1 TSH TSH .610 ZPI3C 1231 
1 1995/87/01 74 17 NDO 1 TEC TEI .610 EBALL 561 
1 1995/87/81 74 17 NOD 1 TSH TSH .620 Z303C 661 
1 1995/67/61 74 17 NMD 1 TSH TSO .610 ZP$NK 951 

1 76 17 .37 149 FSI 1 TSH 9.22 TEC TEN .610 MOWAR 2111RESULT OF HISTORY REVIEW 
1 1998/65/81 76 17 NOD 1 TSH TSH .810 ZPS3C 1231 

1 1995/87/01 76 17 .61 152 686 1 TSH 9.78 TEC TEI .018 EBALL 541 
1 1995107/01 76 17 NDD 1 TSH TSH .626 Z313C 671 

88 17 .48 0 PCT 17 P2 D1H 1.55 TEC TEN .610 MBARH 2091 
1 1998/85/01 88 17 NOD 1 TSH TSH .610 ZPS3C 1211 
1 1995107/61 88 17 NDD 1 TEC TEI .610 EBALL 54I 
1 1995/0701 86 17 N9D 1 TSH TSH .620 Z3S3C 661 

613 18 .28 11 DSS P1 S6C -. 15 TEC TEH .810 BARH 771RESULT OF HISTORY REVIEW 
1999/10/61 83 18 .36 68 DSI 61 86C .68 TEC TEI .810 ,1AR8 5I 

1 1999/11/81 63 18 NDF 06C 86 06C 06C .610 ZPS3C 161 

1 1998/65/01 63 18 8D0 1 TSI TSH .810 ZP53C 451 
1 1993/06/61 63 18 NOD 1 TEC TEI .610 Z8AHF 191RESULT OF LEAD ANALYST RESOLUTION 

56 19 .27 55 FSO 1 68H 10.84 TEC TEI .818 SWAIH 791RESULT OF NISTORY REVIEW 

56 19 .30 28 FSO 1 SH 16.80 TEC TEI .610 SBARH 791RESULT OF HISTORY REVIEW 
1999/16/E1 5N 19 ND0 TSH TSH .610 ZPS3C 531 

I 1998/109/1 56 19 NDD 1 TSH TISM .618 ZPS3C 1231 
1 1996/11/61 56 19 .69 85 M 3 S5N 10.13 TEC TEI .610 EBALL 231 

1996/11/01 56 19 .58 70 MN 3 SSH 10.86 TEC TEI .610 1SALL 231RESULT OF DISCREPANCY RESOLUTION 
1996/11/01 56 19 NOD 1 TSH TSH .610 ZPSNM 361 

76 19 .23 155 FSOD 1 68 28.85 TEC TEI .610 WBARH 771RESULT OF HISTORY REVIEW 
76 19 .27 154 FSO 1 62H 29.54 TEC TEI .619 MSARH 771RESULT OF NISTORY REVIEW 

1999110/51 76 19 NOD TSH TSM .616 ZPS3C 531 
1 1998105/01 78 19 NOD 1 TSH TSH .618 ZPS3C 1231 

1996111/01 78 19 .66 187 6B8 3 61H 29.28 TEC TEN .618 EBALL 23IRESULT OF DISCREPANCY RESOLUTION 

1 1996111/01 76 19 .56 105 MBM 3 62H 29.68 TEC TEI .610 EBALL 231RESULT OF DISCREPANCY RESOLUTION 

1 1996111181 70 19 NOO 1 TSH TSH .616 ZPSHM 361 

78 19 .78 14 FSO 1 03C 25.67 TEC TEI .616 MBARH 2111RESULT OF NISTORY REVIEW 

1 1999/16/N1 78 19 MDD TSH TSH .610 ZPS3C 531 

1998105/81 70 19 NDD 1 TSH TSH .618 ZPS3C 1211 
S199/11/81 70 19 .65 48 M66 3 63C 25.69 TEC TEN .610 EBALL 231 

1 1996/11/01 78 19 NDD 1 TIS TSH .618 ZPSNH 361 
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84 19 .80 0 PCT 24 P2 07H -. 66 TEC TEN .610 MBARH 209; 

84 19 .33 98 VOL P1 07H -1.22 06H 07H .610 ZPS3C 2471 

1999/16001 84 19 NODD TSK TSI .610 ZPS3C 531 
1998/65101 84 19 NDD 1 TSH TSH .610 ZPS3C 1211 

1995/07/01 84 19 NOD 1 TEC TEN .610 EBALL 541 
1995/67101 84 19 NDD 1 TSM TSH .629 Z3S3C 661 

31 20 .27 141 FSD 1 03C 8.97 TEC TEN .610 M4ARH 79HRESULT OF HISTORY REVIEW 

1999/10101 31 20 18R 1 03C 8.20 TEC TEN .610 PBARH 5; 

1 198/05101 31 20 NOD I TSI TSR .610 ZPS3C 49 
1 1992/03101 31 20 . %DD 1 .... ..-. 8 TEN TEC .610 Z8AHF 21; 

1 1990/04/01 31 20 1:.! .3bi 8.20 TEC TEN .610 EBALL 99; 

36 20 .68 150 FSD 1 01K 6.35 TEC TEN .610 MBARH 771RESULT OF HISTORY REVIEW 

19981065/01 35 20 NDD 1 TSH TSH .610 ZPS3C 1211 

19956/07/1 35 20 NOD 1 TEC TE0 .610 EBALL 561 

1995/07101 36 20 NODD 1 TSH TSH .620 Z3S3C 671 

1990/04/01 35 20 MB" 1 61H 5.50 TEC TEN .610 EBALL 99; 

47 20 .47 155 FSD 1 02H 4.64 TEC TEN .610 NBARH 791RESULT OF HISTORY REVIEW 

47 20 1.43 0 PCT 33 P2 VS4 -. 98 TEC TEN .610 MBARH 79; 
47 20 1.22 0 PCT 31 P2 VS4 .76 TEC TEN .610 MBARN 791 

1 1999/10/01 47 20 ]2R 1 02H 3.40 TEC TEN .610 MBALL 591 
1 1999/10101 47 20 .47 161 FSD 1 02H 4.70 TEC TEN .610 MBALL 591RESULT OF HISTORY REVIEW 

1 1999/10101 47 20 1.07 0 PCT 21 K2 V94 -. 48 TEC TEN .610 MOALL 59; 
1 1999110/01 47 20 .83 6 PCT 17 M2 VS4 .74 TEC TEN .610 MFALL 59; 
1 1998/05/01 47 20 NDD 1 TSH TSH .610 ZPS3C 1231 
1 1995107/01 47 20 8D0 1 TEC TEN .610 EBALL 66; 

1 1995107101 47 20 NODD 1 TSH TSH .620 Z3S3C 671 
1 1990104/01 47 20 Nam 1 02H 3.48 TEC TEN .610 EBALL 991 

44 21 1.60 0 PCT 29 P2 VS4 -. 91 TEC TEN .610 NBAM N 771 
44 21 1.55 0 PCT 29 P2 V14 .80 TEC TEN .610 MBORH 771 

1999110/01 44 21 .78 N PCT 18 M2 VS4 .62 TEC TEN .610 MBARH s8 

1999110101 44 21 .82 PCT 18 12 VS4 .70 TEC TEN .610 NBARH 5S 
1999/10101 44 21 1.00 0 PCT 21 M2 VS4 .70 TEC TEN .610 NBARM R1 
1998/05/01 44 21 NOD 1 TSH TSH .610 ZP$3C 49; 

1 1992103/01 44 21 NOD 1 TEN TEC .610 ZBAHF 211 

76 21 1.N7 0 PCT 30 P2 V34 .81 TEC TEN .610 NBARH 79; 

1999110/01 76 21 .44 0 PCT 12 42 VN4 .74 TEC TEN .610 MBARH M1 

1998/05/01 76 21 NODD 1 TIS TS .610 ZPS3C 491 
1992103/01 76 21 NDD 1 TEN TEC .610 ZBAHF 211 

06 21 .24 148 FSD 1 O4H 1.83 TEC TEN .610 MNBARH 771RESULT OF HISTORY REVIEW 

1998/05/01 86 21 .58 106 NO 3 R4H 2.03 TEC TEN .610 EBALL 371RESULT OF DISCREPANCY RESOLUTION 
1998105/91 86 21 INISTORY REVIEW PERFORMER 
1998/06/N1 86 21 NOD 1 TSR TSH .610 2P53C 471 

17 22 .22 31 FSD 1 03C 12.16 TEC TEN .610 MBARH 711RESULT OF HISTORY REVIEW 
1998195/61 17 22 NDD 1 TIN TSR .610 ZPS3C 1471 
1996111/01 17 22 .43 78 MON 3 03C 12.54 TEC TEN .610 EBALL 231RESULT OF DISCREPANCY RESOLUTION 
1996/11/01 17 22 NODD 1 TI TSH .610 ZPSNM 361 

31 22 .43 0 PCT 19 P2 VS4 -1.10 TEC TEN .610 MBORH 69; 
31 22 .26 0 PCT 13 P2 DsC -1.62 TEC TEN .610 MBARN 691TUBE ADDED FOR SPECIAL INTEREST *PT 

1 1999/10/01 31 22 ODD TEC TEN .610 MWNH 51 
1999/11/01 31 22 NODD TS TSH .610 ZPI3C 1031 
1998/05101 31 22 NOD I TOS TSH .610 ZPS3C 491 

1992/03/01 31 22 NODD 1 TEN TEC .619 ZBAHF 201 

33 22 .18 126 FSI 1 03H 27.30 TEC TEN .610 MBARH 691RESULT OF HISTORY REVIEW 
33 22 .37 119 NOS 1 O5C 14.30 TEC TIN .610 MBOWH 698 

19981605/01 33 22 NRD 1 TIS TSH .610 ZPS3C 1231 

1 1996/11/01 33 22 .65 113 MBN 3 03H 27.00 TEC TEN .616 EBALL 231RESULT OF DISCREPANCY RESOLUTION 
1996111/01 33 22 INR 3 05C 15.56 TEC TEN .610 EBALL 231REIULT OF DISCREPANCY RESOLUTION 
1996111/01 33 22 NOD 1 TSH TSR .610 ZPSNN 361 
1990/14/01 33 22 .80 156 Ham 1 06C 15.50 TEC TEN .616 EBALL a; 

39 22 .62 0 PCT 23 P2 VS4 -. 75 TEC TEN .610 lBARH 691 

39 22 .22 0 PCT 12 P2 VS4 .11 TEC TEN .61 MNBARH 691 
1899/10/01 39 22 NDD TEC TEN .610 NBALL 569 

1998/05/01 39 22 HID 1 TSH TSH .610 2PS3C 491 
1993/N6/N1 39 22 NDD 1 TIC TEN .610 ZBAHF 198 

61 22 .45 0 PCT 19 P2 VS5 -. 90 TEC TEN .610 NMRH 681 
61 22 .46 66 Dss P1 03C -. 79 TEC TEN .618 MOWH 691RESULT OF HISTORY REVIEW 

1999110/01 61 22 .37 81 0S$ Ml 03C -. 62 TEC TEN .610 MONH 51 
1999/10/01 61 22 NDF 03C -. 62 03C 03C .610 ZPS3C 161 
1998/05/01 61 22 NDD 1 TSH TSH .610 ZPS3C 531 
1992103/01 61 22 NOD 1 TEN TEC .610 ZBAHF 211 

87 22 .74 76 NOS P1 TIS 1.39 TEC TEN .618 WNARH 691RESULT OF HISTORY REVIEW 
87 22 .93 52 NOS P1 TSH 10.23 TEC TEN .610 MBOWH 691RESULT OF HISTORY REVIEW 
87 22 .46 48 FSD 1 TSH 10.23 TEC TEN .610 MNARH 691RESULT OF HISTORY REVIEW 

1999/10/N1 87 22 NDD TEC TEN .610 MO•WH 511 

1998/05/01 87 22 NID 1 TSH TSH .610 ZP53C 531 
1993/06101 87 22 NOD 1 TEC TEN .610 ZBAHF 191 

91 22 1.54 0 PCT 29 P2 VN6 .96 TEC TEN .610 MOWN 711 
1 1999/10/01 91 22 3.21 177 DNT M1 VS2 -. 41 TEC TEN .610 MRARH 51 

1999/10/10 91 22 .73 0 PCT 17 M2 VS6 .82 TEC TEN .610 MWAN 51 
1998/05/N1 91 22 NODD 1 TSR TSH .610 ZPS3C 511 
1992/03/01 91 22 NDD 1 TEN TEC .610 2BAHF 211 

16 23 .23 148 FSD 1 N2C 7.01 TEC TEN .610 NMRH 711RESULT OF HISTORY REVIEW 
1998/05/01 16 23 NDD 1 TSH TSH .610 ZPS3C 147; 
19956/7/01 16 23 NDD 1 TEC TEN .610 EBALL 541 
1995/87/01 16 23 NDD 1 TSR TSH .620 Z3S3C 661 

30 23 .78 0 PCT 26 P2 VS4 -. 51 TEC TEN .610 MOARH 691 
1998/05/01 36 23 NOD 1 TSH TSH .610 ZPS3C 651RESULT OF LEAD ANALYST RESOLUTION 

1995107/01 30 23 NOD 1 TEC TEN .610 EBALL 661 

1995107/01 30 23 NOD 1 TSH TSI .620 Z3S3C 67; 

36 23 .76 151 FSD 1 02H 18.72 TEC TEN .610 NBARH 691RESULT OF HISTORY REVIEW 
36 23 .42 151 FSD 1 03C 13.49 TEC TEN .610 MO•NH 69;RESULT OF HISTORY REVIEW 

1998/05/81 36 23 NDD 1 TSH TSH .610 ZPI3C 123; 
1995/07/61 36 23 .56 148 M1M 1 02H 18.68 TEC TEN .610 EBALL 61R 
1995/07/01 36 23 NOD 1 TSH TSH .628 2353C 67; 
1994/04/01 36 23 MsN I 02H 17.60 TEC TEN .610 EBALL 991 

40 23 .27 161 FSD 1 02H 31.87 TEC TEN .610 MOBWNH 711RESULT OF HISTORY REVIEW 
1998/05/01 48 23 NODD 1 TS TSH .610 ZPS3C 1231 
1995f07/N1 4" 23 NOD 1 TEC TEN .610 EBALL 541 
1995/07/01 48 23 NID 1 TSH TSH .620 Z3S3C 661 

44 23 1.59 0 PCT 35 P2 OBH -1.75 TEC TEN .610 lEARH 691 
U 23 1.27 0 PCT 32 P2 DBH -1.49 TEC TEN .610 NMARH 69; 
44 23 .45 0 PCT 19 P2 VS4 .73 TEC TEN .610 MBWH 69; 

1999/016/1 44 23 1.54 0 PCT 27 M2 DBH -1.88 TEC TEN .610 MOALL 59; 

1 1999/10/01 44 23 .60 0 PCT 14 N2 VS4 .68 TEC TEN .610 MaALL 591 
1 199666/61 44 23 NOD 1 TSH TSH .610 ZPS3C 1231 

1995107/N1 44 23 NOD 1 TEC TEN .610 EALL 581 

1 19956/7/01 44 23 ODD 1 TIS TIS .620 Z3S3C 671 

46 23 1.$6 0 PCT 32 P2 V54 -1.05 TEC TEN .610 M84KH 71; 
46 23 1.89 0 PCT 32 P2 VS4 .83 TIC TEN .610 MOARH 711 

.. ................... , .... , ......... ÷ .... , .... ÷ .... , .... ÷....... ,......... ,......... .. +....... +.... +....... ,....... ,...... ÷...... ,........ .. .. . .................................................. , 
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1998919/,1 46 23 69D 1 TSH TIS .616 ZPS3C 1231 
1995/671/1 46 23 10D 1 TEC TEN .616 EBALL 41 
19951/7/01 46 23 5O0 1 TSH TSH .620 Z333C 661 

48 23 .21 162 FSO 1 63C 27.19 TEC TEH .616 1BARH 711RESULT OF HISTORY REVIEW 
1999110161 48 23 .34 123 FSD 1 63C 26.86 TEC TEN .616 18ALL SOIRESULT OF HISTORY REVIEW 
1999/1/91 4A 23 NOD TSH TSH .616 ZPS3C 1651 
1998195191 48 23 NoD 1 TSH TSH .616 ZPS3C 1231 
1996197191 48 23 NOD 1 TEC TEN .610 EBALL 571 
1995107161 48 23 NDD 1 TSH TSH .620 Z3S3C 661 

56 23 .34. 51. NO$. P1 .- TSH .4.20 TEC TEN .610 HB6H 691RESULT OF HISTORY REVIEW 
59 23 .669 1: £.PCT. 23 P4.: -3*4: .--. 82 TEC TEN .616 1BARH 691 

199810/6l1 50 23 NOD 1 TOH TsO .616 ZPS3P 1231 
1995167/01 56 23 ROE 1 TEC TEN .616 EBALL 5sl 
1996167101 59 23 R0. 1 TSH TSH .626 Z3S3C 881 

54 23 .27 167 FSD 1 640 18.64 TEC TEH .616 4BARH 711RESULT OF HISTORY REVIEW 
1998196161 54 23 NEO 1 TSH TSH .616 ZPS3C 1231 

T199/67/01 564 23 NOD 1 TEC TEN .616 ERALL 571 
1995/67/61 54 23 NEO 1 TSH TOS .626 Z333C ee1 

56 23 .63 55 OSS P1 66C -. 55 TEC TEN .610 488H 691 
1998165/61 56 23 NDl 1 TSH TSH .610 ZPS3C 1231 
1995/07/91 56 23 NDD 1 TEC TEN .616 EBALL l58 
1995167/61 56 23 NOD 1 TSR TSH .626 Z393C 671 

58 23 .45 48 NO6 1 DBH 21.4.4 TEC TEN .610 6BAR0 691 
19981/6/11 58 23 NDD 1 TSH TSH .616 ZPS3C 1231 
1995/07/61 58 23 I11 1 TEC TEO .616 EBALL Sol 
19959/7/61 58 23 N0D 1 TSH TSH .626 2303C 671 

64 23 .42 41 oSS P1 010 1.14 TEC TEN .616 6BARH 691 
64 23 .26 48 NOS 1 DBH 21.75 TEC TEN .610 68A8H 691 

1998105101 64 23 NOD I TSH TSH .616 ZPS3C S5IRESULT OF OISCREPANCY RESOLUTION 
1995107161 64 23 NDD 1 TEC TEN .616 EBALL 58 
1995107101 64 23 NOD 1 TSH TSH .620 Z303C 671 

65 23 .38 6 PCT 17 P2 0S5 .71 TEC TEN .616 6BARH 691 
199911/01 61 23 NOD TEC TEN .610 H6ALL 59j 
1998105/01 66 23 NO0 1 TSH TOH .610 ZPS3C 511 
1993/66/RI 66 23 N1D 1 TEC TE .610 ZBAHF 191 

72 23 .88 44 NO P1 TSH 6.82 TEC TEN .616 6B88H 691RESULT OF HISTORY REVIEW 
72 23 .42 48 FSD 1 02H 19.27 TEC TYE .616 6BARH 691RESULT OF HISTORY REVIEW 
72 23 .62 0 PCT 23 P2 VS3 -. 75 TEC TEN .610 NBARH 691 
72 23 .80 0 PCT 26 P2 VS3 .47 TIC TEN .610 6BA8H 691 

1998165/61 72 23 N61 1 TSH TSH .610 ZPS3C 1471 
1995/67/61 72 23 NOD 1 TEC TEN .610 EBALL S81 
1995/67/01 72 23 NOD 1 TSH TSH .620 Z303C 671 

:7423 .90 OPCT 8 P2 VS3 -. 89 TEC TEN .616 668H0 2671 
74 23 1.02 6 PCT 12 P2 VS04 .64 TEC TEN .610 BARH 2071 

1999110/61 74 23 .57 6 PCT 13 02 VS3 -. 45 TEC TEN .610 MBALL 591 
1998/05/61 74 23 N6D 1 TSH TSH .616 ZPS3C 1211 
19959/7/61 74 23 ND6 1 TEC TEN .616 EBALL 571 
1995/07/81 74 23 N01 1 TSH TSH .620 Z303C 661 

7R 23 1.9 16 PCT 12 P2 DBH -1.66 TEC TEN .616 NBMNO 2071 
1999110101 78 23 .41 066 FS1 1 04C 7.77 TEC TEN .61R BALIL 591RESULT OF HISTORY REVIEW 
1999/05/R1 78 23 NO1 1 TSH TSH .610 ZPS3C 1231 
199995/07/61 78 23 NDD 1 TEC TEN .610 EBALL 581 
1995107/R1 78 23 N6D 1 TSH TSH .620 Z3S3C 671 
19961/4/01 78 23 HB6 I 04C 6.80 TEC TEN .610 EBALL 991 

84 23 .33 75 NOS P1 TSH 10.35 TIC TEN .616 HBARH 691RESULT OF HISTORY REVIEW 
84 23 .36 48 NOS P1 TSH 10.11 TIC TEN .616 HBARH0 6991REULT OF HISTORY REVIEW 
84 23 .26 27 N6S 1 621 23.66 TEC TEH .616 68ARH 69B 
84 23 .38 32 N6S 1 62C 23.34 TIC TEN .616 16ARH 691 

1998/651/1 84 23 NOD 1 TOH TOH .616 ZSS3C 1471 
1995/67/61 84 23 811 1 TIC TE .616 IEBALL 581 
1995/7/191 84 23 N6D 1 TSH TOS .620 2303C 671 

17 24 .24 54 F5D 1 63C 16.41 TIC TEI .610 04ARH 691RESULT OF HISTORY REVIEW 
1998/05/61 17 24 N6D 1 TSH TSH .816 ZPS3C 531 
1993/96/R1 17 24 .21 33 MNB 1 03C 16 .33 TEC TEN .610 ZBAHF 211RESULT OF DISCREPANCY RESOLUTION 

1 21 24 .31 4 PCT 15 P2 VS4 -. 80 TEC TEI .610 08ARH 691 
199916/81 21 24 N6D TOH TSH .610 ZPS3C 1031 
19981/5/11 21 24 N6D 1 TSH TOO .610 SPO3C 511 
1993/061 21 24 N6D 1 TIC TEH .610 ZBAHF 211 

67 24 .46 89 PLP 1e TSH .08 TSH TSH .614 ZPO3C 2291 
19918/81 67 24 NOD TIC TEI .610 4BARH 51 

51998/51/1 67 24 N6D 1 TSH TSH .610 ZPS3C 531 
1992/03/81 67 24 1D1 1 TEH TEC .10 I ZBAHF 261 

69 24 .57 29 FOD 1 64H 32.11 TIC TER .610 6BA8H 691RESULT OF HISTORY REVIEW 
1999110101 69 24 N6DD TIC TER .618 M8ALL 591 
1998/85/81 69 24 N1D 1 TOH TSH .510 ZPO3C 511 
1993/06/01 69 24 N6D I TEC TER .616 ZBAHF 191 

77 24 .34 168 F$1 1 VS4 -1.39 TEC TER .816 6B888H 69/RESULT OF HISTORY REVIEW 
77 24 .74 6 PCT 25 P2 VS4 .83 TEC TER .616 68880 691 
77 24 .22 6 PCT 11 P2 VSS .72 TEC TEN .610 0SARH 691 
77 24 .26 41 F0D 1 e1C 29.37 TEC TEI .616 6BARH 691RESULT OF HISTORY REVIEW 

o199910/01 77 24 NOD TEC TEI .610 4BALL 591 
1998/85/81 77 24 61D 1 TSH TSH .619 ZPS3C 611 
1993/46/61 77 24 1D1 1 TEC TEN .616 ZBAHF 191 

79 24 .80 6 PCT 26 P2 VS4 .22 TEC TEN .816 6888 691 
79 24 1.16 6 PCT 31 P2 V04 .95 TEC TEN .816 08880 69I 

1999114/01 79 24 1.03 6 PCT 22 M2 VS4 .63 TEC TEN .619 1ARNH SI 
1998/05/61 79 24 6O1 1 TSH TOS .616 ZPS31 511 
1992/03/81 79 24 6O1 1 TYE TEC .61 2BAH9F 261 

81 24 .15 124 FSO 1 04H 23.13 TEC TEO .616 H0888 711RESULT OF HISTORY REVIEW 
19991101/1 81 24 NO6 TEC TbE .810 MBALI 591 
1998/051/1 81 24 6D1 1 TOH TSH .619 ZPS31 531 
1993/46/01 81 24 60D 1 TEC TEH .616 ZBAHF 191 

38 25 .26 142 FSD 1 em4 23.35 TEC TEN .616 0M88H 69IRESULT OF HISTORY REVIEW 
38 25 .15 124 F$D 1 02C 32.36 TEC TEN .616 NS6H 691RESULT OF HISTORY REVIEW 

1999/1011 38 25 N6D TOS TSH .616 2PS3C 10651 
1998/95/01 38 26 N6D 1 TOS TOS .616 ZPS3C 1251 
I 1996/11/01 38 25 .51 165 0B6 3 621 32.15 TEC TEI .610 EBALL I71RESULT OF DISCREPAI4CY RESOLUTION 
1996111101 38 25 NOD 1 TSH TSH .610 ZPSNH 351 

40 25 .S1 6 PIT 00 P2 50H -. 95 TEC TEN .616 088H8 691 

I4 25 .48 6 PCT 20 P2 VS4 -. 51 TEC TEH .616 0BAR0 691 
49 25 .17 101 VOL 3 65H -92 65H SSH .616 ZPS3C 1831 

199/14/61 40 25 NOD6 TSH TSH .616 ZPS3C 1651 
19981/05/1 40 25 60D 1 TSH TOO .61 ZPS3PC 1271 
I 199/11/1 40 25 6D0 1 TEC TIE .616 EBALL 171 

I 1996/11101 48 25 NOD 1 TSH TSH .616 ZPSNH 351 

42 25 26 68 F$1 1 TSH 21.41 TEC TEl .610 H6ARH 711RESULT OF HISTORY REVIEW 
42 25 ý49 160 FDO 1 9 34.47 TEC TEN .610 HSARH 711RESULT OF HISTORY REVIEW 
422 25 44 145 ES 1 04(C 26.29 TEC TEN .616 HBARH 711RESULT OF HISTORY REVIEW S . .. ........... o.... •..........,.....+.....,.....÷.....÷......... ......... ,......... ... ........ +.....,........,........•.......÷.......•.......÷...................................................  
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1 1995/67/61 75 32 NOD 1 TEC TEH .616 EBALL 31 
1 1995/67/61 70 32 NOD 1 TSR TSH .620 2303C 661 

1 91 32 .4S N PCT 19 P2 VS4 -. 78 TEC TEN .616 MSARH 671 
1 0999/90/i1 91 32 .49 N PCT 12 M2 VS4 -. 80 TEC TEN .616 MBARK 71 
1 1998/05/61 91 32 NOD 1 TSH TSH .616 ZPS3C 511RESULT OF LEAD ANALYST RESOLUTION 

1 1992/63/61 91 32 NOD 1 TEN TEC .616 ZBAHF 191 

1 99 32 .23 115 VOL P1 S2C .84 62C N2C .616 ZPS3C 4I 
1 99 32 .66 0 PCT 27 P2 62C .92 TEC TEN .616 14ARH 671 

1998/5/•61 99 30 600 1 TON TON .616 ZPS3C 1251 I 1996107101 99 32 :N0D j-: . : TEC TEH .616 EBALL 31 

1 1995107/01 99 32 NOD 1 TSH TOS .626 2303C 661 

1 161 32 .83 N PCT 27 P2 VS2 .09 TEC TEN .616 MBARH 671 
1 1999/16/61 161 32 .17 154 FOD 1 03H 16.47 TEC TEN .616 IBALL 611RESULT OF HISTORY REVIEW 
1 199816/501 161 32 NOD 1 TSH TSH .616 ZPS3C 531 
1 1993106101 101 32 NOD 1 TEC TEN .616 2SAHF 21 

1 107 32 .69 N PCT 25 P2 VS4 -. 94 TEC TEN .616 MSARH 671 
1 19986/0511 167 32 NDD 1 TSH TSH .616 ZPS3C 1251 
1 1995/67/61 107 32 7.03 180 DNT 9 V52 -. 64 TEC TEN .610 EBALL 31 
I 1995/67/01 167 32 OD0 1 TSR TSH .626 Z303C 661 

16 33 .37 111 FPD 1 sic 29.98 TEC TEN .616 6BARH 671RESULT OF HISTORY REVIEW 
1 1998/05/01 16 33 INR 61 i1C 28.71 TEC TEN .616 EBALL 31RESULT OF DISCREPANCY RESOLUTION 
1 1996/05/N1 16 33 2.19 72 6B6 6 sic 29.92 TEC TEN .616 EBALL 31RESULT OF DISCREPANCY RESOLUTION 
1 1998/05/61 16 33 IHISTORY REVIEW PERFORNED 
1 1998/05/01 16 33 NOD 1 TSH TSH .619 ZPS3C 531 
1 1996/04/01 16 33 6N6 1 60c 28.70 TEC TEN .616 EBALL 991 

1 44 33 .26 161 FSO 1 61H 14.55 TEC TEN .616 48ARH 2671RESULT OF HISTORY REVIEW 
1 1998/05/N1 44 33 .46 114 6B6 3 619 14.58 TEC TER .616 EBALL IlRESULT OF DISCREPANCY RESOLUTION 
I 1998/050/N 44 33 IHISTORY REVIEW PERFORMED 
1 1998/05/61 44 33 ND 1 TSH TS .616 ZPS3C 611 

1 46 33 .92 S PCT 29 P2 VS4 -. 74 TEC TEN .16 140AM 671 
1 1998/65/01 46 33 NO 1 TEC TEN .616 EBALL 11 
1 1998/05/N1 46 33 ND0 1 TSH TOS .616 ZPS3C 531 

1 7 34 .16 138 FSD 1 04C 3.79 TEC TEN .616 64ARH 731RESULT OF HISTORY REVIEW 
1999/16/61 7 34 600 0H TEN .816 MSALL 391 

1 1999/16/61 7 34 RST DBH TE .616 NBALL 461 
1 1999/10/01 7 34 NOD TEC TEN .616 MSALL 1071 
1 1998/65/61 7 34 NOD 1 TSH TSH .616 ZPS3C 611 
1 1992/63/01 7 34 ND6 1 TEN TOC .616 ZBAHF 191 

11 34 .20 82 FSD 1 TSH 4.18 TEC TEN .616 64ARH 67IRESULT OF HISTORY REVIEW 
1 11 34 .26 131 FPD 1 10c 34.07 TEC TEN .616 64ARH 67jRESULT OF HISTORY REVIEW 
1 0998/85/01 11 34 ND6 1 TSH TSH .610 ZPS3C 511 
1993/96/61 11 34 ND6 1 TEC TEN .610 ZBAHF SIRESULT OF DISCREPANCY RESOLUTION 

1 1999/64/01 11 34 6M 1 TSH 3.50 TEC TEN .616 EBALL 991 

1 17 34 .45 36 FPD 1 TSH 17.66 TEC TEN .610 BAR6 671RESULT OF HISTORY REVIEW 
17 34 .50 36 FOD 1 TSH 18.93 TOC TEN .616 NBAR6 671RESULT OF HISTORY REVIEW 

1 1999/160/1 17 34 NOD TSH TSH .616 ZPS3C 1651 
1 1998/605/1 17 34 ND0 1 TSH TSR .616 ZPS3C 1311 

1996/111/61 17 34 6 1 TEC TEN .616 EBALL 151 
199611/1 17 34 OD 1 TSH TSH .616 ZPSNH 341 

25 34 .65 6 PCT 23 P2 V04 -. 66 TEC TON .616 HAMA 671 
19991161/1 25 34 168 3 S5C 7.92 TEC TEN .616 MBARK 71 
1998/60/61 26 34 NOD 1 TSH TSH .616 ZPS3C 511 

1 1992/63/81 25 34 1.62 159 H9m 3 00C 7.93 TYE TEC .610 ZBAHF 191RESULT OF DISCREPANCY RESOLUTION 

1 37 34 .41 6 PCT 20 P2 VS4 -. 61 TEC TEN .616 MSARK 671 
I 199/16/1 37 34 NR6 1 oN 34.84 TEC TEN .610 NBARH 71 

1998/60/61 -37 34 N6D 1 TSH TSH .616 ZPS3C EIl 
1992/03/01 37 34 4.14 98 604H 6 SAN 34.34 TEN TEC .616 ZBAHF 191RESULT OF DISCREPANCY RESOLUTION 

39 34 .69 149 FPD 1 640 30.73 TEC TEN .616 6846H 67IRESULT OF HISTORY REVIEW 
1999/16161 39 34 1.63 162 FOD 1 64C 35.N6 TEO TEN .816 HSALL 61IRESULT OF HNSTORY REVIEW 
199:/051 36 34 NOD 1 TSR TSR .616 zPS3C 511 
1993/66/61 38 34 1.64 166 680 1 64C 35.96 TEC TEN .616 ZBAHF 21RESULT OF DISCREPANCY RESOLUTION 
19961/4/61 39 34 M60 1 65C -4.96 TEC TON .816 EOALL 99I 

45 34 1.12 6 PCT 31 P2 VS4 .66 TEC TEN .616 M-6466 671 
45 34 .12 124 FSD 1 05C 22.74 TEC TEN .616 0BAR6 R71RE.ULT OF HISTORY REVIEW 

1999/16/61 45 34 1.5: 0 PCT 27 M2 VS4 .02 TEC TEN .619 MBARH 71 
1998/60/81 40 34 .36 PCT 16 N2 VS4 .18 TEC TYE .616 ERALL 11 
1998/60/61 45 34 N6D 1 TSH TSH .616 ZPS3C 1291 

6 199/11/1 45 34 .38 PCT 8 M3 VS4 .68 TEC TEN .616 EBALL 151 
1996/111/1 45 34 NOD 1 TSH TSH .616 ZPSNN 34I 

49 34 .76 6 POT 25 P2 V54 .81 TEC TYE .610 5BARH 671 
1999/19/91 49 34 .57 0 PCT 14 M2 VS4 .79 TEC TEN .616 9BARH 71 

/51998/0/1 49 34 NOD 1 TSH TYK .616 ZPS3C 511 
1992/63/61 49 34 NOD 1 TEN TOC .610 ZSAHF 191 

61 34 .41 142 FPD 1 640 28.42 TEC TEN .616 64ARH 671RESULT OF HISTORY REVIEW 
1999/10/01 61 34 N6D TEC TEN .616 8466H 71 
1998/605/1 61 34 NOD 1 TSO TIS .616 ZPS3C fll 
1992/63/61 61 34 NOD 1 TEN TEC .616 ZBAF 191 

69 34 .18 95 VOL P1 61c .83 10c 61C .616 ZPS3C 41 
69 34 .43 41 FOD 1 690 -1.36 TEC TEN .616 MBANH 671RESULT OF HISTORY REVIEW 
69 34 1.54 6 PCT 35 P2 61c .96 TEC TEN .616 I 4AR6 671 

1998/66/61 09 34 NOD 1 TSH TSH .610 ZPS3C 129g 
1996/11/61 69 34 .32 134 "6m 1 605C -1.16 TEC TER .616 EBALL 161RESULT OF DISCREPANCY RESOLUTION 

1 1996/11/61 66 34 IKISTORY REVIEW PERFORMED 
1996/11/61 66 34 .63 106 MB04 1 64C 1.82 TEC TEN .616 EBALL 11HRESULT OF DISCREPANCY RESOLUTION 

1 1996111/1 69 34 HISTORY REVIEW PERFORMED 
1 1996/11/n 1 89 34 NOD 1 TSH TSH .616 2PONN 341 

77 34 .61 N PCT 24 P2 RS3 .56 TEC TEN .616 6B6RH 671 
1999116/1: 77 34 .92 N PCT 260 M2 NS3 .41 TEC TEN .616 9SARH 71 
1998/6/661 77 34 .16 PCT N6 2 V53 .89 TEC TEN .616 ERALL 1; 

1 19981/516 1 77 34 NOD 1 TSH TSH .616 ZP53C 1471 
1996/11/61 77 34 .20 PCT 5 63 VS3 .71 TEC TEH .616 OSALL 1i1RESULT OF DISCREPANCY RESOLUTION 
1996/11/11 77 34 6OD 1 TSH TSH .616 ZPONM 331 

85 34 .26 6 PCT 13 P2 NS3 -. 87 TEC TEN .616 M•ARH 671 
1999/116/1 85 34 NOD TEC TEN .616 ISARN 71 
1998/,0/51 85 34 ND6 1 TIS TSH .616 ZPS3C 511 
19921/3/01 85 34 NDO 1 TEN TEC .616 ZBAHF 191 

97 34 .31 6 PCT 17 P2 NS2 -. 59 TOC TEN .610 NBARH 671 
199/16/61 97 34 NOD TEC TEN .16: WSARH 71 

I 1998/6/Ni 67 34 N00 1 TSH TSH .616 ZPS3C 53l 

I 1992/N31N1 97 34 OD 1 TEN TEC .616 ZBAHF 191 

169 34 .76 6 PCT 26 P2 VS4 -. 87 TEC TEN .616 64ARH 671 
I 1999/161/1 1': 34 .72 N PCT 16 62 VS4 -. 71 TEC TEN .616 9BARH 71 
I 1998/66/61 299 34 NOD 1 TSH TSH .616 ZPS3C 011 
I 1992/63/1/ 189 34 NOD 1 TEN TEC .616 ZBAHF 191 

4 35 .54 142 FOI 1 60W 10.20 TEC TEN .616 96ARH 631RESULT OF HISTORY REVIEW 
I 1998/605/1 4 35 N6 1 TSH TSH .616 ZPS3C 1291 
I 1995/67/01 4 35 .43 143 680 1 604 8.15 TEC TEH .616 EBALL 31 
............ . ....................... .... .... ....... ......... ......... ....... ... ... .... .. ...... ...... ..................................................  
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:1995/67/1 4 35 NOD 1 TSH TSH .620 Z353C 681 
1990/64/61 4 35 amO 1 wC 7.59 65C TEC .R1: ERALL 991 

9 18 35 .18 98 F50 1 OIC 28.68 TEC TER .RI: lEARH 631RESULT OF HISTORY REVIEW 
1999/16/61 OR 35 INF 1 114 24.63 TEC TEN .516 I NARN 7 RESULT OF HISTORY REVIEW 
1998/65/61 16 35 NOD 1 TSH TSH .I: ZPS3C 511 
1992/63/61 1: 3R 3.6R 95 *EI 6 016 24.63 TEN TEC .516 I ZAHF 181 

26 35 .32 124 FSD 1 616 2.74 TEC TEN .616 1BARH 631RESULT OF HISTORY REVIEW 
26 35 .23 87 FOE 1 63H 19.53 TEC TEH .RI lBARH R3JRESULT OF HISTORY REVIEW 

1998/651M1 26 35 NOD 1 TS7 TSH .16: ZPS3C 129fRESULT OF DISCREPANCY RESOLUTION 
1995/67161 26 35 Mom:laE -651 i :1: ;2:2.63 :! 7CC TER .561 ERALL 31 
1995/67/61 26 30 .28 148 51m1 1 9H "319.75 TEC TEN .610 ESALL 31 
1995/67161 20 35 NOD 1 TSH TSH .626 Z3S3C SRI 
1996164161 26 35 1466 1 616 1.66 TEC TEH .516 EBALL 996 

46 35 .26 132 FSD 1 TSH 26.69 TEC TER .616 lBARH 631RESULT OF HISTORY REVIEW 
"" 35 .86 6 PCT 27 P2 V54 .88 TEC TER .5160 6AH 631 

19986/5161 46 35 NDD 1 TSH TSH .610 ZPS3C 1291 
1996/67/61 46 36 .36 127 14M 1 TSH 21.14 TEC TE1 .619 EBALL 31 
1995/67/01 46 35 NOD 1 ToH TSH .626 Z353C 691 

54 35 .17 195 FSD 1 95C 15.68 TEC TE7 .6 1MBARH 631RESULT OF HISTORY REVIEW 
1998160661 54 36 KDO 1 TSR TSH .616 ZPS3C 1311 

:199567/01 54 36 .31 157 MBM 1 .5C 15.42 TEC TE7 .616 EBALL 31 
1995/67/61 64 36 MDD I TSH TSH .626 Z3S3C 68f 

76 35 .74 6 PCT 26 P2 OBH 1.98 TEC TE7 .616 HEARN 63R 

1996/65/RI 76 36 NDD 1 TSR TSR .615 2P13C l291RESULT OF DISCREPANCY RESOLUTION 
1995/67/1/ 76 35 MOD 1 TEC TIH .616 EBALL I 
1995/67/61 76 35 NOD 1 TSH TSR .626 2353C 68S 

162 35 .36 161 VOL P1 *3C .79 93C 03C .616 ZPS3C 41 
162 35 .55 37 FSD 1 V94 14.3R TEC TE7 .616 MGARH 671RESULT OF HISTORY REVIEW 
162 35 .77 6 PCT 25 P2 03C .93 TEC TEN .616 lEARN 671 

1999/16/61 132 35 .24 65 FEE 1 VS4 15.11 CTC TE7 .616 MAILL 611RESULT OF HISTORY REVIEW 
I1999/16/61 162 35 INF 1 VS4 16.76 TEC TE7 .616 AIALL 61IRESULT OF HISTORY REVIEW 
1996/65/61 162 35 NOD 1 TSH TSH .616 ZPS3C 1091 
1995/17/11 162 35 .26 126 R 911 1 VS4 16.76 TEC TE7 .616 ERALL 31 
1995/67/61 162 35 NOD 1 TSH TSH .626 Z3S3C 691 

119 35 .46 9 PCT 21 P2 VS4 .93 TEC TE7 .616 NBARH 671 

1996/65/61 116 35 NOD 1 TSH TSR .616 ZPS3C 1251 
I1995/67/11 116 35 26.54 177 DNT 9 DBH -. 48 TEC TE7 .614 EBALL 31 
I 1996/07/61 119 35 NDD 1 TSH TSR .626 Z3S3C 681 

49 36 .95 6 PCT 29 P2 VS4 .19 TEC TEH .616 NBARH 631 
45 36 .96 6 PCT 36 P2 VS4 .79 TEC TEN .616 MMARH 631 

19991/16/61 45 36 1.12 9 PCT 22 N2 VS4 .26 TEC TEN .616 MBARH 7: 
1999/16/61 45 36 .77 PCT 18 M2 VS4 .75 TEC TE7 .616 MBARR 71 
1999119t/1 45 36 NDI TSR TSR .616 ZPS3C 1351 
59986/9/e1 45 36 .19 PCT 6 12 VS4 .12 TEC TEH .610 ERALL 11 
1999/99/61 45 36 NDD 1 TSH TSH .610 ZPS3C 1291 
1996/11/01 4- 36 .36 PCT . 63 VS4 .35 TEC TE7 .616 EBALL 161 

I 1996/11/01 46 36 NMD 1 TSH TSH .610 ZPSNM 341 
I1995107101 45 36 .54 PCT 9 11 V94 .34 TEC TE7 .616 EBALL 31 
1993/66/01 45 36 .39 96 P1 Al VS4 .26 TEC TE7 .616 ZBAPF 2IRESULT OF LEAD ANALYST RESOLUTION 
1993/06/61 45 36 1RETEST - TEST WITH WEAR SCAR STANDARD IN-LIKE 
1993/99/01 45 36 .26 PCT 15 M2 VS4 .15 T5C 7EC .610 ZBAHF 261 

71 36 .64 6 PCT 22 P2 VS3 -. 63 7CC TE7 .61 MBARH 631 
71 36 1.29 a PCT 31 P2 VS3 .61 TEC TE7 .610 MIARH 631 
71 36 1.1R 6 PCT 36 P2 954 .72 TEC TE7 .610 MIWR 63f 

I71 36 .52 6 PC7 26 P2 955 -. 76 TCC TER .610 MRAR6 63f 
71 36 .64 6 PCT 26 P2 VS5 -. 14 7CC TER .610 1:10RH 631 

1999/16/61 71 36 .74 PCT 17 642 933 -. 63 TEC TE7 .610 MomR 71 
1999/16/61 71 36 .53 6 PCT 13 62 V93 .66 7CC 7CR .610 M2AH 7[ 
1999/16/61 71 36 .R3 6 PCT 15 62 VS4 .59 TEC TE7 .610 MOARH 71 
1999/16/61 71 36 .61 PCT 13 62 VS -. 77 TEC TE7 .610 lBARH 7f 
1999/16/61 71 36 1.16 6 PCT 23 62 V60 -.63 TIC TE7 .616 lBARH 7i 
1996/65/61 71 36 .13 PCT 5 62 VS4 .71 TCC TE7 .610 CBALL I1 
I 199665/1 71 36 .24 PCT 6 H2 VS5 .66 TEC TER .610 EBALL 7f 

1996/65/61 71 36 NOD 1 TSR 756 .616 ZPS3C 1291 

1996/111/1 71 36 .16 PCT 4 63 VS4 .61 TEC TEH .610 EBALL 161RESULT OF DISCREPANCY RESOLUTION 
1996/11/61 71 36 .33 PCT 7 M3 Vs5 .63 TEC TE7 .616 EBALL 161 
1996/11/61 71 36 NOD 1 TSR TSH .610 ZPSNM 331 
S1995/6761a 71 36 .54 PCT 9 11 VS5 .26 TEC TE7 .616 EBALL 3I 
1996/67/61 71 36 NRD 1 TSH TSH .626 2353C 6Sf 

111 36 .71 98 VOL P1 92C .18 02C 62C .616 ZPS3C 4f 
1 11 36 .72 6 PCT 26 P2 6S4 -. 88 TEC TE7 .616 BA6.H 671 
111 36 .69 6 PCT 24 P2 62C .14 TEC TE7 .619 MOARH 671 

1998/65/91 111 36 NOD 1 TEC TE7 .616 EBALL I1RESULT OF DISCREPANCY RESOLUTION 
1998/65/91 111 36 NOD I TSH TSH .616 ZP53C 551 

113 36 .54 6 PCT 23 P2 VS6 -. 99 TEC TEH .616 HBAR1 671 
113 36 .45 0 PCT 26 P2 V66 .62 TEC TE7 .616 -NAtH 671 

1999/16/61 113 36 4.01 189 DNG 1 06H 1.79 TEC TE7 .616 MALL 631 
1999/16/61 113 36 .32 PCT 16 62 VS6 -. 74 TEC T7C .61I MALL 63f 
1999/16/61 113 36 NOD TSR TS7 .616 ZPS3C 1951 
I1999/65/9 1 113 36 NOD 1 TSH TSH .613 2PS3C 56f 
19931/6/61 113 36 NOD 1 TEC TE7 .616 ZBAHF 

2
1 

44 37 1.97 6 PCT 29 P2 V94 .11 TEC T7C .616 MARN 631 
44 37 1.99 6 PCT 31 P2 VS4 .62 TEC TE7 .610 1WARM 631 

1999/16/01 44 37 1.13 6 PCT 23 62 VS4 .22 TEC T7C .616 14BARH 7f 
1999/16/61 44 37 .64 PCT 15 62 VS4 .79 TEC TE7 .616 MBARH 7f 
199916/61 44 37 NOD TSH TSH .616 ZPS3C 135S 
1996/65/61 44 37 .21 PCT 7 H2 VS4 .15 TEC TE7 .616 EBALL IgRESULT OF DISCREPANCY RESOLUTION 
1996/95/61 44 37 NDD 1 TSH TSH .616 ZPS3C 1291 
1996/11/61 44 37 .35 PCT 6 M3 VS4 .66 TEC TE7 .916 EBALL 151 
199R/11/61 44 37 NDD 1 T71 TSH .616 ZPSNM 34f 

49 37 1.02 6 PCT 39 P2 VS4 .67 T7C 7R .616 M8ARH 63f 
2999/11/61 46 37 .68 0 PCT 16 H2 984 .48 TEC TE7 .616 M NAR 71 

46999/16/1 49 37 NDI TSH TSH .616 ZPS3C 1351 
I1996/95/61 46 37 .11 PCT 4 M2 VS4 1.12 TEC TE7 .610 EBALL 11 
1996/665/1 46 37 NMD 1 75H TSH .610 ZPS3C 1291 

I 996/11/61 46 37 .22 PCT 5 13 VS4 .93 TEC TE7 .610 EBALL 161 
I 1996/11/91 46 37 MID 1 TSR TSH .610 ZPSNM 3

4
f 

66 37 .19 163 FSD 1 63C 4.66 TEC T7H .616 MBARH 63MRESULT OF HISTORY REVIEW 
I 1999/16/61 66 37 MOD TS" TSR .616 OPO3C 1651 
I 1995/OS/61 66 37 MOO I TSR TSH .610 ZPS3C 1311 
I 1996/11/61 66 37 .43 He MD. 3 65H 23.39 TEC TE7 .610 EBALL ISfRESULT OF DISCREPANCY RESOLUTION 
I 1996/11/61 66 37 NOD 1 TSH TSH .610 ZPSMR 331 

94 37 .43 0 PCT 26 P2 VS2 -. 86 TEC TEN .610 NBARH 671 
I 1999/16/61 94 37 NDD TSH TSR .610 ZPS3C 16IS 

IM1999/6/1 94 37 NOD I TSH TSR .610 ZPI3C 1291 
1996/11/61 94 37 ID I TEC TEN .610 ECALL l6f 
1996/11/61 94 37 MOD 1 TSH TEN .61H 2PSNM 331 

96 37 .32 96 PLP 16 TSH .22 TSH TSH .616 ZPS3C 97f 
96 37 49 89 PLP 1 TSH .65 TSR TSR .610 ZPS3C 9

7
f 

1999/1R/R1 96 37 .38 168 PLP 16 TSH .16 TSH TSH .610 ZPS3C 1661 
1999/161/R 96 37 .61 168 PLP 16 TSH .64 TS7 TSH .616 ZPS3C 1Slf 
I1996/65/1 99 37 NOD 1 TSH TSH .616 ZPS3C 1311RESULT OF DISCREPANCY RESOLUTION 
1996/11/61 98 37 NOD 1 TEC TE7 .616 EBALL 16! S ................. ÷.....÷..........+.....÷.....÷.....+.... ÷....... .................... .. ÷ ........ •.... ........ +....... ÷.......÷.......+.......÷ ............................... ...................  
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25 4a .55 149 FSD 1 03H 17.16 TEC TEN .610 N1ARH 631RESULT OF HISTORY REVIEW 
1 1999110/61 25 40 .46 152 FSD 1 *3H 17.12 TEC TEH .610 686RH 71RESULT OF HISTORY REVIEW 

S199916/61 25 O NDD TSH TSH .61W ZPS3C 1111 
1998/66/01 25 4a NID 1 TSH TSH .610 ZPS3C 561 
1992/03/01 25 49 MOD 1 TEN TEC .616 ZBAHF 171 
1999/04191 25 4W mN 1 03H 16.96 TEC TEN .616 EBALL 991 

35 4a .39 141 FSD 1 03C 6.89 TIC TEW .610 ISARN lIRESULT OF HISTORY REVIEW 
35 40 .29 162 FSD 1 TSC 8.91 TEC TEH .616 18MW IFRESULT OF HISTORY REVIEW 
35 40 .41 162 FSOD 1 TSC 21.13 TEC TEN .61W:,: N H IRESULT OF HISTORY REVIEW 

1999/110/1 35 49 NOD TSN TSO .616 ZPS3C 1111 
i1996/0511 35 4a ODD ]1. TSH TSH .61W zP53C 1471 
1996/11161 35 -.. . .'. "1 -0306 " 53C .81 TEC TEN .610 EBALL 5I1RESULT OF DISCREPANCY RESOLUTION 
1996/11/61 35 a .32 143 U, I 63C 6.62 TIC TEN .616 EBALL 151 
1996/11/01 35 a INR 1 TSC 8.51 TEC TEN .61u EBALL 151 

1 1996111/01 35 a MOD I TSH TSH .616 2P064 341 
1 1990/964/91 35 48 .72 157 UNM I 03C 6.86 TEC TEN .610 EBALL 191 
1 1996/64/61 30 4 .on8 ln UN 1 TSC 8.50 TEC TEN .616 EBALL 191 

1 45 40 .34 141 TRA PI TSH .03 TSH TSH .616 ZP03C 1511 
1999/110/1 45 40 RDI TEC YEW .610 MALL 691 
1999/119/1 45 48 ROD TSH TSH .610 ZPS3C 111l 
1998/65/61 45 40 "Do 1 TSH TSH .610 ZPS3C 55/ 
1993/6/01 45 40 NDo 1 TEC TEN .616 2BAHF 31 

51 40 .29 29 FSO 1 03H 18.65 TIC TEN .616 1680H 1/RESULT OF HISTORY REVIEW 
1999/110/01 51 40 NOD TSH TSH .610 ZPS3C 1111 
1998/05/01 01 46 MID 1 TSH TSH .610 ZPS3C 1311 
1996/111/1 51 4" .71 1069 NO 3 83H 18.64 TIC TEN .610 EBALL 151 

1 1996/11101 51 40 NDD 1 TOH TSH .610 ZPSNI 341 

101 46 .38 42 FSD 1 TSH 6.62 TEC YEN .610 18.HBM 31RESULT OF HISTORY REVIEW 
1999/16/01 161 40 .32 113 FSOD 1 TSH 6.69 TEC TEN .610 6.A6L 611RESULT OF HISTORY REVIEW 
1999/16/61 101 4R NOD TSH TSH .610 ZPS3C 1131 
19986/0561 101 40 NOD 1 TOS TSH .610 ZPS3C 551 
1993/10/61 101 4 WOD 1 TEC TEN .610 ZBAHF 31 

105 40 .28 130 FSO 1 01C 30.15 TIC TEN .616 18BWH lIRESULT OF HISTORY REVIEW 
1999/11/01 1i6 4s 3.14 179 DNT "1 VS6 .86 TEC TEN .616 148ALL 631 
1999/10/01 1065 40 .24 129 FSD 1 01c 30.03 TEC TEN .616 UBALL 631RESULT OF HISTORY REVIEW 
1999/10/01 105 4NO ND TSO TOH .616 ZPS3C 1131 

1 1998/65/61 105 46 ROD 1 TSH TOH .616 ZPS3C 571 
1 1993/66161 1065 40 ROS 1 TEC TEN .610 ZBAHF 31RESULT OF LEAD ANALYST RESOLUTION 

1 107 46 1.06 0 PCT 25 P2 VS2 -. 65 TEC TEN .61 1MBARH 11 
167 49 .68 0 PCT 19 P2 vs2 .76 TEC TEN .616 UMBAH 11 

1999/10/01 107 40 .59 0 PCT 15 62 V92 -. 64 TEC TEN .616 066WH 01 
1999/16011 107 46 .46 PCT 12 62 VS2 .77 TEC TEN .619 NRBAJH 9g 

I 1999/10/01 107 4R MOD TSH TSH .610 ZPS3C 1131 
I 1998065/WI 1W7 40 .12 PCT 4 N2 VS2 .88 TEC TEN .610 EMALL 11 
I 1998/65/01 107 40 NOD 1 TSH TOH .619 ZP93C 1351 
1 1996/11/61 167 40 .23 PCT 5 N3 VS2 1.09 TIC TEN .610 EBAIL 161RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 107 4R MOD I TSH TSH .610 ZPSNI 331 

113 40 .41 37 FOD 1 02H 23.18 TEC TEN .610 16.66H 31RESULT OF HISTORY REVIEW 
I 1999/10/01 113 4RO DD TIC TEN .616 6BALL 611 
1 1999/16/61 113 40 IDD TSH TOH .610 ZPS3C 1131 
I 1998/65/01 113 48 ROD 1 TSO TSH .616 ZPS3C 571 
1 1993/06/61 113 4 MDO 1 TEC TEN .610 ZBAHF 31 

1 42 41 .35 126 FOO 1 TSH 12.63 TEC TEN .610 NBW6H . IRESULT OF HISTORY REVIEW 
42 41 1.26 6 PCT 28 P2 VS4 -. 59 TEC TEN .616 6BARH 11 
42 41 1.63 6 PCT 31 P2 VS4 .66 TEC TEN .616 I MBAR 1I 

1999/10/61 42 41 .35 138 FSD I TOH 12.92 TEC TEN .610 N8ARN SIRESOLT OF HISTORY REVIEW 
1999/116/01 42 41 1.19 PCT 23 M2 VS4 -. 96 TEC TEH .610 OMARH 9I 
1999/10691 42 41 1.69 PCT 21 62 V04 .77 TEC YEN .616 N6RH 91 
1998/65/01 42 41 1.84 82 UN 6 TSH 13.30 TEC TEN .610 EMALL IIHISTORY REVIEW PERFORNED 

1 1998/05/91 42 41 .39 PCT 16 12 VS4 .74 TEC TEN .610 EBALL IlRESULT OF DISCREPANCY RESOLUTION 
1 1998/05/01 42 41 ODD 1 TSH TOH .610 ZPS3C 1471 
1 1996011/61 42 41 .29 123 UNM 1 TSH 12.82 TEC TEN .610 EBALL 151 
I 1996111/1 42 41 .36 PCT 7 M3 V04 .61 TEC TEN .616 EBALL 151 
I 1996/11/01 42 41 NDD 1 TSH TOH .610 ZPSNO 341 
1 1995/07/61 42 41 .36 139 UNM 1 T3H 13.62 TEC TEH .610 EBALL 161 
1 1995106711 42 41 .69 PCT 16 11 VS4 -. 81 TEC TEN .616 EBALL 161 
1 19951067/1 42 41 .57 PCT 10 11 VS4 .96 TEC TEH .616 EBALL 191 
1 1995/67/01 42 41 NOD I TSH TSH .620 2353C 691 
1 1995167/01 42 41 ODD 1 TSH TSH .616 ZPSN6 961 
1 1993166/01 42 41 .27 122 UN1 1 TSH 12.78 TEC TEH .610 ZBAHF 3IRESULT OF LEAD ANALYST RESOLUTION 
1 1993/16/01 42 41 .23 161 Pi M1 V04 .51 TEC TEN .616 ZBAHF 31RESULT OF LEAD ANALYST RESOLUTION 
1 1993106101 42 41 IRETEST - TEST WITH WEAR SCAR STANDARD IN-LIME 

19931/60/1 42 41 .33 127 UNB 1 TSH 12.89 SwC TEW .610 ZAHF 261RESULT OF DISCREPANCY RESOLUTION 
1 19931/6/01 42 41 .26 PCT 15 M2 VS4 -. 93 S4C TEN .610 ZBAHF 261RESULT OF DISCREPANCY RESOLUTION 
1 1993/06101 42 41 .21 PCT 13 62 VS4 .68 S4C TEN .610 ZBAHF 261RESULT OF DISCREPANCY RESOLUTION 
1 1992/6311. 42 41 .36 135 PCT 31 3 TSH 12.65 TEN TIC .610 ZAHF 301 
1 1998/841/1 42 41 PCT 26 1 TSH 12.43 TEC TEN .810 EBALL 991 

56 41 .10 116 FSI I 04H 31.01 TEC TEN .610 6BAR8 1/RESULT OF HISTORY REVIEW 
1990/05/e1 56 41 NOD 1 TSV TSO .616 ZPS3C 1331 
1995/07/61 56 41 NOD 1 TEC TEN .616 EBALL 161 
1995/071/1 50 41 NOD 1 TSH TSO .620 Z303C 681 
1995/67/01 56 41 NOD 1 TSH TSH .610 ZPOMN 961 
1990/04/01 $6 41 0OM 1 04H 36.06 TEC TEN .610 EBALL 991 

60 41 .38 6 PCT 16 P2 62H -. 11 TEC TEN .616 8BARH 31 
66 41 .40 89 VOL 3 82H -. 03 62H 02H .616 ZPS3C 1831 

1998/05/01 69 41 ODD 1 TSH TOS .616 ZPS3C 1331 
1995/97/01 66 41 ROD 1 TEC TEN .616 EMLL 91 
1995/67/01 69 41 ODD 1 TSH TSH .620 Z303C 661 

86 41 .29 47 FSD 1 TSH 16.38 TEC TEN .616 NBARH 31RESULT OF HISTORY REVIEW 
1 1999/10/01 8W 41 .33 63 FSO 1 TOH 10.64 TEC TEN .610 IBALL 63/RESULT OF HISTORY REVIEW 
1 1998/05/01 86 41 ROD 1 TSH TOH .610 ZPS3C 1331RESULT OF DISCREPANCY RESOLUTION 
1 1995/97/01 89 41 MDO 1 TEC TEN .616 EBALL 61 

1995/97/01 86 41 NOD 1 TOH TSO .620 Z353C 68/ 

82 41 .63 6 PCT 26 P2 VS3 .67 TEC TEH .610 168.6H 31 
62 41 .39 131 FOO 1 TSC 18.29 TEC TEI .610 1BA6H 31RESULT OF HISTORY REVIEW 

1999/16/01 62 41 .86 0 PCT 23 52 VS3 -. 25 TEC TER .610 I .ALL 631 
1999/1W/N1 82 41 .27 77 FOG 1 TSC 18.36 TIC TEW .610 M.ALL 631RESULT OF HISTORY REVIEW 
1998105/01 62 41 NOD 1 TSH TSH .610 ZP53C 1331 
1995/07/01 62 41 .26 97 M65 1 TSC 19.04 TEC TEI .610 EMAIL 61 
1995/07/61 82 41 ROD 1 TSH TSO .620 Z353C 68a 
1995/97/71 82 41 ROD 1 TSH TSH .610 ZPSNM 951 

96 41 .94 6 PCT 23 P2 VS4 .57 TEC TEI .810 WBARH 11 
1999/16/91 98 41 1.W3 0 PCT 22 02 0S4 .42 TEC TEW .610 I BARH 9/ 
1998/05/61 98 41 .22 PCT 7 62 VS4 .68 TEC TEV .610 EBALL 1/ 
1998/05/01 98 41 MOO 1 TON TSH .610 2P03C 133/ 
1996/11/01 96 41 .26 PCT 6 03 VS4 .59 TEC TEI .610 EMALL 16/ 
1996/112/1 98 41 ROD 1 TISH TSH .616 ZPSON 331 
1995/07/01 98 41 .57 PCT 10 11 VS4 .82 TEC TEI .610 EMALL 41 
1995/97/01 98 41 MOO 1 TSH TSH .620 Z353C 689 
1995107101 98 41 NOD 1 TSH TSH .610 ZP$N1 95/ 

37 42 .73 145 FSD 1 TSH 2.33 TEC TEI .616 M4•6H 31RESULT OF HISTORY REVIEW 
I1999118/01 37 42 .69 162 FSD I T3H 2.31 TEC TEN .616 6BARH 91RESULT OF HISTORY REVIEW 
1998165102 37 42 MOD 1 TOH TSH .610 2PS3C 571 
1992163/:1 37 42 NOD I TEN TEC .610 28AHF 151 
1996864/6/ 37 42 NOM 1 TSH 2.30 TEC TE/ .610 EMALL 991 

÷. . . . . . . . .. ... . . . ..... ÷.... ÷.... ÷.... +....... ........ +............÷....... ,.... ÷....... +....... ÷...... ,...... ,...... +.................................................. -- - - - - - - - - - - - - - - - - - - - - - -
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63 42 .66 0 PCT 19 P2 VS3 .61 TEC TEN .610 MBAAH 11 
1999/10/01 03 42 1.01 PCT 26 82 VS3 .71 TEC TEN .610 NRALL 691 

I 1998/65101 63 42 NOD 1 TSM TES .610 ZPS3C 561 
1993/06/81 63 42 MOD 1 TEC TEN .610 ZRANF 31 

65 42 .50 135 DI9 P1 S1H -. 48 TEC TEN .610 NMAWH SIRESULT OF HISTORY REVIEW 
1999113101 65 42 .54 129 DSS Ni 81H -. 43 TEC TEN .610 NBARH 91 
1999/10/01 65 42 NDF 01H -. 43 610 016 .616 ZPS3C 1451 
1998615101 65 42 NDD 1 TSH TIS .610 ZPI3C S61 
1995107101 R5 42 .48 115 MGM 9 01H -. 46 TEC TEN .610 EBALL 31 
1993/96101 65 42 .45 119 4 .: " MIl 61K " -cO! :R ;! ;: . '. TEC TEN .610 ZRANF 3IRESULT OF LEAD ANALYST RESOLUTION 
1992/13/81 65 42 1.09 157 PCT "11 3 01ff -":48 -. ". TEN TEC .610 ZBAHF 151RESULT OF LEAD ANALYST RESOLUTION 
1990/04/01 65 42 PCT 9 1 SiN -1.48 TEC TEN .610 EBALL 991 

97 42 .69 0 PCT 24 P2 VII -.51 TEC TEN .610 MWNRH 31 
1999/10/01 97 42 .57 PCT 14 82 VS2 -. 85 TEC TEN .610 MOARH 9j 
1999110/01 97 42 2.57 186 DNG 1 V14 -1.95 TEC TEN .610 MBARN 9I 
1998165101 97 42 NOD 1 TIH TIS .610 ZPI3C 691 

1 1992/03/61 97 42 NOD 1 TEN TEC .610 ZBAl F 161 

103 42 .29 79 FSI 1 83C 19.84 TEC TEN .610 M$ARH 31RESULT OF HISTORY REVIEW 
1999116/61 163 42 .29 113 FSD I 03C 19.69 TEC TEN .610 MOARH 91RESULT OF HISTORY REVIEW 
1998615/01 103 42 NOD 1 TSH TIS .610 ZPS3C 591 
1992103/01 103 42 NDD 1 TEH TEC .610 ZBAHF 161 
1990164/91 103 42 "aRN 1 03C 18.70 TEC TEN .610 ERALL 991 

197 42 1.29 0 PCT 28 P2 V92 -.70 TEC TEN .610 MOARH 11 
107 42 1.15 0 PCT 26 P2 VS2 .62 TEC TEN .610 MBANH 11 
107 42 1.34 6 PCT 28 P2 VS4 .94 TEC TEN .610 MBANH 11 
107 42 .61 0 PCT 21 P2 V$6 -. 92 TEC TEN .610 MBANH 11 

1999/1/01 107 42 INR 1 #SH 3.54 TEC TEN .610 MBARH 91 
1999/10101 107 42 1.63 0 PCT 22 K2 VS2 -. 72 TEC TEN .61 MOWARH 91 
1999/186/1 107 42 1.01 6 PCT 21 K2 VS2 .72 TEC TEN .610 MOARH 91 
1999/16/01 167 42 1.18 PCT 24 M2 V94 .85 TEC TEN .610 MOWNH 91 
1998/05/61 127 42 IN 6 NSH 3.85 TEC TEN .610 EBALL I1RESULT OF DISCREPANCY RESOLUTION 
1998/05/01 167 42 .28 PCT 7 12 VS2 -. 76 TOC TEN .616 EMILL 11 
1990/65/01 167 42 .35 PCT 11 82 VS2 .88 TEC TEN .610 EBALL 11 
1998/015/1 107 42 .26 PCT 7 02 VS4 .21 TEC TEN .610 EMALL 11 
1996/051/1 107 42 .36 PCT 11 M2 VS4 .74 TEC TEN .610 EMALL 11 
1998/95161 167 42 NOD 1 ISR TSH .610 ZPS3C 1331 

1 1996/11/61 107 42 .56 87 MON 3 NSH 3.85 TEC TEN .610 EMALL 161RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 167 42 .36 PCT 6 43 VS2 -. 73 TEC TEN .610 EMALL 161 
1 1996/11/61 107 42 .39 PCT 8 823 V2 .91 TEC TEN .610 EMALL 161RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 107 42 .24 PCT 5 83 VS4 .14 TEC TEN .610 EMALL 161RESULT OF DISCREPANCY RESOLUTION 

1996/11/01 107 42 .42 PCT 9 83 VS4 .72 TEC TEN .610 EBALL 161 
1996/11/61 107 42 NOD 1 TSH TIN .610 ZPSUOI 331RESULT OF DISCREPANCY RESOLUTION 
1995/17/01 107 42 .67 PCT 10 11 VS2 -. 63 TEC TEN .610 EBALL 31 
1995107181 107 42 .77 PCT 12 11 VS2 1.15 TEC TEN .610 EBALL 31 
1995/07/01 107 42 1.03 PCT 15 11 VS4 .59 TEC TEN .610 EBALL 3I 
1993/06/01 167 42 .64 166 PI Ml VS2 -. 85 TEC TEN .610 ZBAHF 31RESULT OF LEAD ANALYST RESOLUTION 
1993/86/01 107 42 .55 39 P1 M1 VS2 .S5 TEC TEN .610 ZBAHF 31RESULT OF LEAD ANALYST RESOLUTION 
1993/66/01 187 42 IRETEST - TEST WITH NAE SCAR STANDARD IN-LINE 
1993/06/81 187 42 .43 57 P1 "l VS4 .79 TEC TEN .616 Z1AHF 31RESULT OF LEAD ANALYST RESOLUTION 
1993/06/01 107 42 .25 PCT 14 M2 VS2 -. 86 07C TEN .610 ZBAHF 261RESULT OF DISCREPANCY RESOLUTION 
1993/06/81 107 42 .28 PCT 15 82 VS2 .89 07C TEN .610 Z0AHF 261RESOLT OF DISCREPANCY RESOLUTION 

1 1993/06/01 187 42 .39 PCT 19 82 VS4 .68 07C TEN .610 ZBOAIF 261RESULT OF DISCREPANCY RESOLUTION 

119 42 .64 0 PCT 18 P2 VS7 -. 87 0SC TEN .61 MWARN 11 
119 42 .92 8 PCT 21 P2 VS7 -. 98 TEC TEN .619 MOBAR 811 

1999/16/01 119 42 .37 0 PCT 13 82 VS7 -. 70 TEC TEN .610 NBALL 631 
1 1998/05/01 119 42 NOD 1 TSI TIS .610 ZPO3C 591 
1 1993/06/01 119 42 NOD 1 TEC TEN .619 ZBAHF 31 

1 48 43 .67 157 FIO 1 03H 15.81 TEC TEN .61 MOARN 31RESULT OF HISTORY REVIEW 
1 1999/18/81 46 43 NMO TON TIS .616 ZPS3C 1151 
1 1998/05/01 46 43 NDI 1 TIS TSI .616 ZPS3C 1331 
1 1996/11/01 46 43 MDD 1 TEC TEN .610 EBALL 151 
1 1996/11/01 46 43 NOD I TIS TIS .610 ZPSI 341 

1 50 43 .65 147 FSD 1 81H 3.66 TEC TEN .610 MOARH 31RESULT OF HISTORY REVIEW 
06 43 1.25 168 FSO I INN 39.39 TEC TEN .610 MOANH 31RESULT OF HISTORY REVIEW 

1 1999/19101 69 43 NDB TSI TSH .610 ZPS3C 115I 
19986/5/61 50 43 NID 1 TSH TIS .610 ZPS3C 1351 
19961111/1 56 43 IN 1 61H 29.90 TEC TEN .610 EDM1L 101 
1996/11/01 8O 43 NDO I TSH TSH .610 ZPN54 34I 
1996/04/81 50 43 1.96 160 MGN 1 01H 29.90 TEC TEN .610 EBALL 201 

56 43 .17 59 FSD 1 64C 19.22 TEC TEN .610 4RARH 31RESULT OF HISTORY REVIEW 
1999/10/01 56 43 NOD TIH TSH .610 ZPS3C 1151 
19991/5/61 56 43 NOD 1 TSH YSN .616 ZPS3C 1351 
1996111/01 56 43 .32 84 86N 3 84C 19.16 TEC TEN .610 EMALL ISIRESULT OF DISCREPANCY RESOLUTION 
1996111/91 56 43 NOD I TSH TSH .610 ZPSNN 341 

72 43 .26 101 FSR 1 B6C 3.38 TEC TEN .616 NBARH 31RESOLT OF HISTORY REVIEW 
1999/16/91 72 43 NOD TSH TIN .616 ZPI3C 1131 
19981/5/81 72 43 NOD 1 TISH YS .610 ZPS3C 1351 
19961111/1 72 43 .16 169 MGN 1 06C 3.62 TEC TEN .610 EBALL 161RESULT OF DISCREPANCY RESOLUTION 
1996/11/01 72 43 IHISTORY REVIEW PERFORNMO 
1996/11/01 72 43 NDD I TSH TSH .616 ZPNH8 331 

74 43 .64 0 PCT 22 P2 V64 -. 76 TEC TEO .610 MNSAH 11 
1999/1/N81 74 43 .64 PCT 16 142 V64 -. 79 TEC TEN .610 MNBARH 9I 

1 1999/10/61 74 43 MOD TSH TSH .616 ZPS3C 1131 
11998/05/61 74 43 .11 PCT 4 M2 *V64 -. 61 TEC TEN .610 EMALL 11 

1998/051/1 74 43 NOD 1 TIN TSH .616 ZPS3C 1351 
1996/11/01 74 43 .21 PCT 5 83 VS4 -. 72 TEC TEO .610 ESLL 161RESULT OF DISCREPANCY RESOLUTION 
1996/11/01 74 43 NOR 1 TIS TIS .619 ZPNM4 331 

82 43 1.07 0 PCT 29 P2 V63 -. 83 TEC TEN .610 MBARW 31 
82 43 .45 8 PCT 18 P2 VS3 .53 TEC TEN .616 MOARH 31 
82 43 .80 8 PCT 25 P2 VS - .82 TEC TEN .610 MOARH 31 
82 43 .86 6 PCT 26 P2 VS5 .17 TEC TEN .610 MOARW 31 

1 1999/10/81 82 43 1.21 N PCT 24 M2 VS3 -. 83 TEC TEN .610 MOH 91 
1 1999/10/91 82 43 .66 PCT 16 82 VS3 .66 TEC TEN .610 MONRH 91 
I 1999/10/01 82 43 .95 8 PCT 21 M2 V61 -. 80 TEC TEN .610 HMARN 91 
1 1999/10/01 82 43 1.35 8 PCT 26 82 V65 .09 TEC TEN .610 MNARH 91 
I 1999/10/81 82 43 ODD TIS TSH .610 ZPS3C 1131 
1 1998/05/01 82 43 .25 PCT 8 82 VS3 -. 15 TEC TEN .618 EMALL 1i 
I 1998/05/81 82 43 .14 PCT 5 82 VS3 .56 TEC TEN .610 EBALL 11 
1 1998/NB/N1 82 43 .22 PCT 7 M2 VS5 .18 TEC TEN .610 EMALL 1I 
1 1998/95/81 82 43 NOD 1 TIN TSH .618 ZPS3C 1351 

I 1996/11/01 82 43 .46 PCT 9 83 V63 -. 15 TEC TEN .610 EBALL 161RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 82 43 .24 PCT 6 83 V$3 .56 TEC TEN .610 EMALL 161RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 82 43 .19 PCT 4 83 V65 .23 TEC TEN .610 EBALL 161 
I 1996/11/01 82 43 NODD 1 TSH TSH .610 ZPSN 331 1 

186 43 2.32 0 PCT 37 P2 VS4 .67 TEC TEN .616 HEARN 11 
e 106 43 1.29 9 PCT 28 P2 VS6 .67 TEC TEN .616 lBARN 11 

186 43 TOP VS4 TEN .610 MBOWH 2171 
1 1999110/01 186 43 2.71 0 PCT 38 82 VS4 .68 TEC TEN .610 1SARH 91 
1 19991109/N 186 43 .84 PCT 19 82 VS6 1.09 TEC TEN .610 MOARH 9l 

1999110/N1 166 43 NOD TSH TIS .610 ZPS3C 1131 
1 1998/05/01 106 43 .73 PCT 19 82 V14 .53 TEC TEN .610 EBALL DIRESULT OF DISCREPANCY RESOLUTION 
1 1998105/81 106 43 .21 PCT 7 82 V$6 1.01 TEC TEN .610 EBALL 11 
1 1998105/91 106 43 NOD I TSH TSH .610 ZPS3C 1331 
1 1996111101 106 43 .97 PCT 17 83 V14 .78 TEC TEN .610 EBALL 161 
1 19965111/01 10 43 NOD 1 TIS TSH .610 ZPSNM 331 

I INSPFATO ROW COL VOLTS DEG IND PER CNN LOCH INCH1 INCH2 I CRLEN CEG BESGT ENDT POIA PTYPE CAL CONMENTS 
................................ .... .... .... .... ....... ......... ......... .. ÷....... .... ....... ....... ...... ...... ......1.....................................................1 
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1996/11/01 49 46 NOD 1 TSH TSH .610 ZPSN0 341 

1995/07101 49 46 ODD 1 TSH TSH .621 23D3C 691 
1992/03101 49 46 NOD 1 TEN TEC .610 ZBAHF 161 
1990/04/01 49 46 HMN 1 03H 14.89 TEC TEN .610 EBALL 991 
1990/04/01 49 46 0BM 1 02C -4.30 TEC TEN .618 EBALL 99j 

67 46 .64 0 PCT 23 P2 0BC 1.76 TEC TEN .610 MSAR0 31 
1 1999110101 67 46 .46 PCT 12 M2 VI6 25.15 TEC TEN .610 RBNAH 91 
1 1998195/01 67 46 NOD 1 TSH TSH .610 ZP83C 571 

1 1992103/01 67 46 NOD 1 TEN TEC .610 ZBAHF 141 

1 197 46 .31 45 5S1 . 1 0214 8.89:. .. :., TEC TEN .610 MBARH IlRESULT OF HISTORY REVIEW 
197 46 .66 -6 PCT 1'9 6P2 V " -. 71 TEC TEN .610 lEARH 11 

1999110/91 187 46 .39 52 FSD 1 02H 8.61 TEC TEN .610 M&ALL 631RESULT OF HISTORY REVIEW 
19991109/1 197 46 .52 PCT 15 02 V56 -. 83 TEC TEN .616 MMALL 631 
1998105/01 107 46 NODD 1 TSI TSH .610 ZP13C 1331 
1993106101 107 46 .35 36 NON 1 02H 8.51 TEC TEN .610 ZBAHF 31RESULT OF LEAD ANALYST RESOLUTION 

1993/96101 107 46 MID 1 03H 02H .616 ERSNR 301 
1993/06/01 197 46 OD 1 TSH TIS .610 ERSIR 301 

169 46 .24 157 FSD 1 06H 14.56 TEC TEN .616 1B0H 31RESULT OF HISTORY REVIEW 
109 46 .77 157 FSD 1 02C 32.42 TEC TEN .610 6MBARH 31RESULT OF HISTORY REVIEW 

1999/010/1 109 46 0R8 1 020 15.89 TEC TEN .610 PBANH 91 
1999/10101 109 46 .15 92 FSD 1 06H 14.75 TEC TEN .616 P6HM 91RESULT OF HISTORY REVIEW 
1999/10/01 109 46 I1R 1 02C 32.27 TEC TEN .610 P69RH 91 
1998/05/01 109 46 NODD 1 TSH TIS .610 ZPI3C 011 
1992103101 109 46 NODD 1 TEN TEC .610 Z8AHF 141 

1 1999104/01 109 46 MBM 1 02H 14.30 TEC TEH .610 EMALL 991 
1 1990/64101 109 46 NBN 1 02C 31.28 TEC TEN .610 EMLL 991 

1 113 46 .32 158 FSD 1 02C 21.98 TEC TEH .610 M•NRH IIRESULT OF HISTORY REVIEW 
1 1998/05/01 113 46 NDD 1 TIS TSH .610 ZPI3C 1331 
1 1996/11101 113 46 .69 102 MBN 3 02C 21.90 TEC TEN .610 EBALL 17IRESULT OF DISCREPANCY RESOLUTION 

1 1996/11/01 113 46 NDD 1 TIS TSH .610 ZPSNt4 331 

1115 46 .33 48 DSI P1 040 -. 46 TEC TEN .610 PB6RH IpRESULT OF HISTORY REVIEW 
1999/10/01 115 46 .36 48 DIS MI 04C -. 46 TEC TEN .610 NBARH 91 
1999/1601 115 46 NDF 04w -. 46 040 04C .610 ZP13C 141 
1996/05/81 115 46 NDD 1 TSH TSH .610 ZP13C 691 
1992103101 115 46 NODD 1 TEN TEC .610 ZMAIF 141 

4 47 .21 141 FSO 1 GIN 27.33 TEC TEN .610 MANRH 791RESULT OF H1STORY REVIEW 
4 47 .24 144 FSD 1 010 27.35 TEC TEO .616 lEARH 791RESULT OF HISTORY REVIEW 

1 1998/05/01 4 47 NDD 1 TSH TSH .610 ZP13C 1291 
1 1995/07101 4 47 .39 152 MNM 1 sDc 19.16 TEC TEN .610 EMALL 101 

1995/07101 4 47 NODD 1 TSI TIS .620 Z3S3C 701 
1990/04/81 4 47 MBM 1 01c 18.40 05C TEC .616 EBALL 991 

20 47 .47 151 FSD 1 02C 24.90 TEC TEN .610 lEARH 631RESULT OF HISTORY REVIEW 
1998/51/1 20 47 NODD 1 TSH TIS .610 ZP13C 1291 
1995/07101 28 47 38 149 Mm 1 02C 24.65 TEC TEN .610 EMALL 9I 
1995/07101 20 47 NDD 1 TSH TIS .620 Z313C 701 
1990/64/N1 20 47 MBM 1 02C 23.50 TEC TEO .616 EBALL 99I 

36 47 .78 23 FSD 1 TSC 16.33 TEC TEH .610 lEARH 31RESULT OF HISTORY REVIEW 
1 1998/05/91 36 47 NOD 1 TIS TSH .610 ZP13C 1331 

1995/07/01 36 47 .67 16 MBM 1 TSC 16.69 TEC TER .610 EMALL 101 
1995/07/01 36 47 NOD 1 TSH TSH .620 Z353C 701 

44 47 .79 0 PCT 21 P2 VS4 -. 52 TEC TEN .610 1BARH 11 
1998/05/01 44 47 NOD 1 TSH TSH .616 ZP53C 1351 

1 1895/07/01 46 47 NOD 1 TEC TEN .610 EBALL 101 
1995/07/01 4 47 NOD 1 TSH TSH .620 Z3S3C 701 
1999/04/01 44 47 MEN 1 02H 34.90 TEC TEO .610 EBALL 991 

52 47 .30 59 F$D 1 010 35.03 TEC TEN .610 008H 31RESULT OF HISTORY REVIEW 
1999/10101 52 47 .36 39 F$D 1 01K 35.09 TEC TEH .610 MEMOH I1RESULT OF HISTORY REVIEW 

1 1999110101 52 47 INR 1 02H 11.26 TEC TEN .610 M8ARH 111 
1 19991101/1 52 47 NOD TSH TSH .619 ZP13C 1151 
1 1998/85/01 52 47 ODD 1 TSI TSH .616 ZP13C 571 
1 1996/11/01 52 47 NOD 1 TIS TSH .610 ZPSNM 341 
1 1995/07/61 52 47 ODD 1 TSH TIS .620 Z33C 3 701 
1 1993/06/01 52 47 I10 1 02H DO.60 TEC TEN .610 ZAHF 31RESULT OF DISCREPANCY RESOLUTION 
1 1990/04/01 52 47 MNB 1 02H 10.49 TEC TEN .610 EBALL 99I 

1 68 47 .87 0 PCT 22 P2 VS4 .66 TEC TEN .610 MBARH 11 
1 1999/10/01 68 47 .44 PCT 17 02 VS4 -. 81 TEC TEN .619 MaLL 671 
1 1998/05/01 68 47 ODD 1 TSH TSH .610 2PS3C 1331RESULT OF DISCREPANCY RESOLUTION 
1 1995/97/01 68 47 NOD 1 TEC TEN .619 EBALL 91 
1 1995/17101 68 47 NOD 1 TSH TIS .620 2313C 711 

1 4 47 .31 134 FSD 1 TSI 16.24 TEC TEN .610 MBMH 31RESULT OF HISTORY REVIEW 
1 1999/10/61 84 47 NOD TSH TSH .610 ZP53C 1131 
1 1998/05/01 84 47 NOD 1 TSH TSH .610 ZPS3C 591 
1 1995/07/81 04 47 63 156 MM 1 TSH 17.25 TEC TEN .610 EBALL 101 
1 1995/07/01 84 47 NOD 1 TSI TSH .820 2313C 791 
1 1999/94/N1 84 47 08N 1 TSH 16.10 TEC TEN .610 EBALL 991 

1 106 47 .59 0 PCT 21 P2 VS2 -. 59 TEC TEN .610 lEARH 31 
1 106 47 .58 0 PCT 21 P2 VS2 .76 TEC TEN .610 MBARH 31 
1 196 47 1.18 0 PCT 30 P2 VS4 -. 65 TEC TEN .610 P6H 31 

108 47 1.91 0 PCT 37 P2 VS4 .05 TEC TEN .610 1MARH 31 
1 106 47 1.08 0 PCT 29 P2 VS4 .76 TEC TEN .610 PMARH 31 

106 47 .52 0 PCT 28 P2 VS6 -. 73 TEC TEN .610 6MH 31 1 

106 47 .75 0 PCT 24 P2 VS6 .86 TEC TEN .610 MBARH 31 
106 47 TBP V96 TEN .610 PMARH 2191 

1 1999/10/01 106 47 .56 PCT 14 N2 V92 -. 75 TEC TEN .610 lEARH III 
1 1999/18/01 106 47 .21 PCT 6 02 V92 .92 TEC TEN .616 PMMAH III 

1999/10/01 106 47 1.05 0 PCT 21 02 VS4 -. 77 TEC TEN .610 ARH I 111 
1999/10/01 106 47 1.84 PCT 31 02 VS4 .06 TEC TEN .610 PBA6H 111 
1999/10/01 106 47 .94 POT 21 02 V94 .85 TEC TEN .610 6MARH 11I 

1 1999/10/01 196 47 .59 PCT 13 N2 VS6 -. 68 TEC TEN .616 6MMH 11I 
1 1999/10/01 106 47 .58 PCT 16 02 V96 .59 TEC TEN .610 P6HiM 111 
1 1998/05/19 106 47 .18 PCT 6 M2 VI2 -. 95 TEC TEN .610 EBALL 11 
1 1998/05/01 106 47 .19 PCT 6 M2 VS2 .95 TEC TEN .610 EBALL 11 

19980/5/02 106 47 .32 PCT 10 M2 VS4 -. 38 TEC TEN .610 EIALL 1IRESULT OF DISCREPANCY RESOLUTION 
1998/05/91 106 47 .45 PCT 13 M2 VS4 .65 TEC TEN .616 EBALL 1IRESULT OF DISCREPANCY RESOLUTION 

1 1998/05/91 106 47 .23 PCT 8 M2 VS6 -. 83 TEC TEN .610 EMALL 11 
1 1998/05/01 186 47 .19 PCT 7 02 VS6 1.09 TEC TEN .610 EBALL 11 
1 1998105/01 196 47 NODD 1 TIS TSH .610 ZPD3C 1351 
1 1996/11/01 106 47 .84 PCT 9 02 VS2 .38 TEC TEN .610 EBALL 171RESULT OF DISCREPANOCY RESOLUTION 

1998/11/01 106 47 1.31 PCT 13 N2 VS4 .92 TEC TEN .619 EBALL 171RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/I1 106 47 1.09 PCT 11 02 V96 -. 95 TEC TEN .610 EBALL 17IRESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 106 47 1.08 PCT 11 02 VS6 1.01 TEC TEN .610 EMALL 171RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 196 47 NDD 1 TSI TSH .610 ZPINM 331 
1 1995/07/01 196 47 .46 PCT 8 11 V92 .87 TEC TEN .610 EBALL 11 

1995/07/01 106 47 .74 PCT 12 11 V94 .81 TEC TEN .610 EBALL 1a1 
1995/07/01 106 47 .67 PCT 11 11 V96 -. 87 TEC TEN .610 EBALL 11 
1995/07/01 106 47 NODD 1 TIS TIS .620 Z313C 701 

198 47 1.96 0 PCT 25 P2 V92 -. 39 TEC TEN .610 MBARH 11 
I199910/01 108 47 .77 0 PCT 22 M2 V92 .00 TEC TEN .610 MIALL 631 

1 1998105/01 108 47 MOD 1 TSI TIN .610 ZP13C 591 
1 19931/6/91 199 47 NOD 1 TEC TEN .610 ZBAHF 31RESULT OF LEAD ANALYST RESOLUTION 

112 47 .33 70 FSD 1 02H 4.91 TEC TEN .610 0BA0H 31RESULT OF HISTORY REVIEW 
112 47 1.g 8 0 PCT 28 P2 VS2 -. 62 TE0 TEN .610 MBAEH 31 

S1999/10/1 112 47 34 118 FID 1 02H 5.04 TEC TEN .610 MBALL 631RESULT OF HISTORY REVIEW 
1 1999/10/N1 112 47 .69 PCT 18 02 V92 -. 86 TEC TEN .610 MOALL 631 
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1 1999110/91 112 47 4.6S 186 DN5 1 67C 2.98 TEC TEO .610 PBALL 631 

1 1998/05/11 112 47 NOD 1 TSM TSM .610 ZPS3C 1351 

1 1995/071/1 112 47 .16 76 9m6 1 62H 6.19 TEC TEM .610 EOALL 161 

1 19951$7/01 112 47 NDD 1 TSH TSH .626 Z393C 711 

1 114 47 .61 6 PCT 22 P2 VS4 -.76 TEC TEO .610 6M8AR 31 

114 47 .42 6 PCT 18 P2 VS4 .88 TEC TEH .610 46H86 31 

1 1999118/01 114 47 .54 PCT 15 M2 VS4 -. 72 TEC TEO .610 WBALL 631 

1 1999110/11 114 47 .61 PCT 17 32 VS4 .81 TEC TEM .610 NBALL 631 

1 1998/05/01 114 47 NOD 1 TSH TISM .610 ZPS3C 1331 

1 1995107101 114 47 NOD I TEC TEO .616 EBALL 161 

1 1995/67/01 114 47 .. .96 : TSR TIS .620 Z3S3C 701 

1 45 48 .47 6 POT 19 P2 VS4 -. 64 TEC TEO .610 NBARK 31 

1 45 48 .48 0 PCT 19 P2 VS4 .15 TEC TEO .616 M6ARH 31 

1 45 48 .45 0 PCT 18 P2 VS4 .53 TEC TEH .610 MARK 31 

1 1999/1/601 45 48 INR 1 @4H 11.11 TOC TEO .616 M8ARK 111 

1999/16/01 45 48 .65 PCT 16 62 VS4 .96 TEC TEH .616 9688H 11I 

1999116101 45 48 .55 PCT 14 M2 VS4 .61 TEC TER .610 968H 11i 

1998/051/1 45 48 .20 PCT 7 92 VS4 -. 03 TEC TEO .610 EBALL lIRESULT OF DISCREPANCY RESOLUTION 

1998/65/01 45 48 .18 PCT 6 32 VS4 .47 TOC TEN .610 EBALL 11 

1998/65/61 45 48 NDD 1 TSH TSH .610 ZPS3C 1331 

1 199611/891 45 48 NOR 3 04H 11.14 TEC TEO .616 ERALL 171RESULT OF DISCREPANCY RESOLUTION 

1 1996/11/01 45 48 .86 PCT 9 42 V64 .37 TOC TEO .610 EBALL 171RESULT OF DISCREPANCY RESOLUTION 

I 1996/111/01 45 48 NDD 1 TSH TSH .610 ZPSNI 341 

I 1995/67101 45 48 .16 187 IHF 1 049 9.90 TEC TEO .610 OBALL 91 

I 1995/671/1 45 48 .66 168 MBM 1 *4m 11.11 TOC TEO .610 EBALL 91 

11995/97/01 4A 48 .57 PCT 2B 11 VS4 .73 TEC TEO .610 EBALL 91 

1 1993/86101 45 48 .27 73 PI 341 vs4 .23 TEC TEO .610 Z6AHF 31RESULT OF LEAD ANALYST RESOLUTION 

1 1993/06/01 45 48 IRETEST - TEST WITH 9M0. SCAR STANDARD IN-LINE 

1 1993106/1l 45 48 .25 PCT 14 42 VS4 .66 04C TEO .616 ZBAHF 261RESULT OF DISCREPANCY RESOLUTION 

1 1990104/01 45 48 1.95 156 340 1 949 9.99 TEC TEO .610 EBALL 251 

57 48 .24 116 FSI 1 619 31.92 TEC TEO .616 NBARH IIRESULT OF HISTORY REVIEW 

1 999110101 57 48 .32 115 FSD 1 61H 31.34 TEC TEO .610 NOALL 671RESULT OF HISTORY REVIEW 

1 1999/10/01 57 48 NDD TSH TISM .616 ZPS3C 1151 

1 19981/5/01 57 48 NDD 1 TSM ISM .61i ZPS3C 591 

I 1993/06/01 57 48 .66 160 H4494 1 619 31.29 TEC TEO .610 ZBAHF 31 

1 1990/04/01 57 48 K4a 1 016 30.36 TEC TEO .610 ERALL 99I 

1 69 48 .49 162 FSD 1 019 29.01 TEC TEO .610 MARK I1RESULT OF HISTORY REVIEW 

1 1999/10/01 69 48 .53 157 FSD 1 01H 28.91 TOC TEO .616 MBALL 691RESULT OF HISTORY REVIEW 

I 1999/10/61 69 48 NDD TSR TSR .810 ZPS3C 1151 

1 1998/65/01 69 48 NOD 1 TSH TISM .610 ZPS3C 611 

1 1993/06/01 69 48 .54 159 34* 1 019 29.06 TEC TEN .616 ZBAHF 31 

I 1996/04101 69 48 96* 1 01H 27.90 TEC TEO .616 EBALL 991 

S73 48 .30 83 PLP 19 TSM .23 TSR TSM .610 ZPS3C 991 

I 1999/10/01 73 48 N0D TEC TEO .610 9B69H 114 

I 1999/16/01 73 48 INR 10 TSH .19 TSH TSH .619 zPS3C 1151 

1 1998/05/01 73 48 .42 84 PLP le TSH .29 TSH TSH .610 ZPS3C 591 

1 1992/03/01 73 48 NDD 1 TEO TEC .610 ZBAHF 131 

I 77 48 .94 6 PCT 23 P2 VS4 .85 TEC TEO .610 3BARH 11 

I 1999/10/91 77 48 .76 PCT 15 M2 VS4 .93 TEC TEO .610 WBALL 691 

1 1998/95/91 77 48 NODD 1 TSH TSI .610 ZPS3C 611 

1 1993/06/01 77 48 NOD 1 TEC TEO .610 ZBAHF 31 

87 48 .27 116 FSD 1 96H 16.57 TEC TEO .610 NBA0H 31RESULT OF HISTORY REVIEW 

1 1999/101/1 87 48 NODD TSH TISM .616 ZPS3C 1131 

1 1998/05/01 87 48 1.12 61 mom 6 96H 16.51 TEC TEO .611 EBALL SIRESULT OF DISCREPANCY RESOLUTION 

1 19981051/91 87 48 IHISTORY REVIEW PERFORMED 

1 1998/05/01 87 48 1.56 79 699 6 TSC 12.33 TEC TEN .610 EBALL 51RESULT OF DISCREPANCY RESOLUTION 

I 1998/05/1 87 48 IHISTORY REVIEW PERFORMED 

1 1998105/91 87 48 NDD 1 TS TISM .616 ZPS3C 591 

1 1996111/01 87 48 NDD 1 TSH TSH .616 ZPSNM 331 

1 1995107/01 07 48 NDD 1 TISM TSH .620 Z313C 711 

1 1999104/01 87 48 m6*4 1 TSC 11.90 TEC TER .616 EBALL 994 

1 163 48 1.64 6 PCT 21 P2 VS4 -. 98 TEC TEO .610 NBARH 11 

1 1999/10/61 103 48 .63 0 PCT 16 62 VS4 -. 52 TEC TEO .610 MBARK 114 

1 1998/05/91 163 48 NOD 1 TSR TSH .610 ZPS3C 591 

1 1992/03/01 163 48 NDD 1 TEO TEC .616 ZBAHF 131 

1 113 48 1.68 9 PCT 32 P2 VS2 -. 57 TEC TEO .610 9BARH 11 

1 113 48 2.05 0 PCT 35 P2 VS4 -. 93 TEC TEO .610 9EAR0 11 

1999/10101 113 48 1.24 PCT 25 M2 VS2 -. 63 TOC TEO .610 M9ARH 11I 

1999/16/61 113 48 1.43 PCT 27 62 VS4 -. 99 TEC TEO .610 34088H 114 

1998/05/01 113 48 NDD 1 TSM TSH .619 ZPS3C 1471 

1993/06/01 113 48 NOD 1 TEC TEH .610 ZBAHF 31 

125 48 .65 142 FSD 1 05H 9.51 TEC TEO .619 NBAR6 74RESULT OF HISTORY REVIEW 

125 48 .54 8 PCT 21 P2 VS4 .87 TEC TEO .619 9BARH 71 

125 48 .54 0 PCT 21 P2 VS6 .84 TEC TEO .610 MBARH 71 

4199910/01 125 48 .64 139 FSD 1 05H 9.33 TEC TEO .61S OBALL 631RESULT OF HISTORY REVIEW 

1999/10/01 125 48 .46 PCT 14 32 VS4 .63 TEC TEO .610 MBALL 631 

1999/19101 125 48 48 PCT 14 32 V16 .85 TEC TEO .616 HIALL 631 

1998/91/61 121 48 NOD 1 TSH TISM .616 ZPS3C 591 

1993/06/61 125 48 .50 149 HBM 1 05H 9.57 TEC TEO .610 ZBAHF 31 

1990/04/01 125 48 1448 1 658 8.69 TEC TOM .610 EBALL 991 

19 495 .25 52 FSD 1 01H 34.37 TEC TEO .616 M6ARK 631RESULT OF HISTORY REVIEW 

1999/10/91 16 49 NDD TSH TSH .618 ZPS3C 1131 

1998/05/M1 10 49 NDD 1 TSH TISM .610 ZPS3C 1291 

1996/11/91 10 49 .84 101 Kam 3 61H 34.36 TEC TEO .616 EBALL 151RESULT OF DISCREPANCY RESOLUTION 

1996/11/01 10 49 NDD 1 TSH TSH .610 zPSN0 344 

12 49 .20 137 FSI 1 04H 13.30 TEC TEO .610 NW4RH 631RESULT OF HISTORY REVIEW 

1999/10/01 12 49 NDD TSH TSH .610 ZPS3C 1131 

1998/95/01 12 49 N6D 1 TSH TSH .610 ZPS3C 1294 

1996/11/01 12 49 .56 98 964 3 a4m 13.29 TEC TEO .610 EBALL 151 

1996/11/01 12 49 NDD 1 TSH TSH .619 ZPSN4 341 

32 49 .33 68 FSD 1 TSH 19.50 TEC TEO .610 9BARH 631RESULT OF MISTORY REVIEW 

1 1999/10/01 32 49 .36 55 FSD 1 TSH 20.66 TEC TEO .610 WAR6 111RESULT OF HISTORY REVIEW 

1 1999/10/01 32 49 NOD TSH TSH .610 ZPS3C 1151 

1998/05/01 32 49 NOD 1 TSM TSH .610 ZPS3C 611 

1992/63/61 32 49 NOD 1 TEO TEC .610 ZBAHF 154 

38 49 .48 0 PCT 20 P2 VS4 .45 TEC TEO .610 MBARH 71 

1999/109/1 39 49 .69 POT 15 M2 VS4 .69 TEC TEO .610 4MARH 114 

1999/10/e1 38 49 NDD TSH TIH .610 ZP63C 1101 

1998/95/01 38 49 .13 PCT 5 M2 VS4 .12 TEC TOM .610 OBALL IIRESULT OF DISCREPANCY RESOLUTION 

1998/05191 38 49 .20 PCT 7 42 VS4 .53 TEC TEO .619 OBALL 11 

19981951/1 38 49 NOD 1 TSH TISM .616 ZPS3C 1354 

1996/111/01 38 49 .29 PCT 6 43 VS4 .74 TEC TEO .616 EBALL 141RESULT OF DISCREPANCY RESOLUTION 

1996/11101 38 49 ND 1 TISM TSH .610 ZPSNM 341 

72 49 1.16 8 PCT 25 P2 03C .91 TEC TEO .610 49BAR0 51 

1999/19/01 72 49 .83 0 PCT 19 M2 03C .82 TEC TEH .616 MMARH 114 

I 1999/10/01 72 49 .52 85 VOL 3 03C .85 0 .267 71 030 93C .610 ZPS3C 144 

1 1999/19/81 72 49 NOD TSH TSH .610 ZPS3C 1154 

1 1998/95/M0 72 49 NODD TSH TSH .610 ZPS3C 591 

1 1992/93/91 72 49 NOD 1 TOE TEC .610 ZBAMF 131 

76 49 .32 143 FSI 1 0SH 5.10 TOC TEO .619 44BARH 71RESULT OF HISTORY REVIEW 

76 49 .24 152 FS9 1 92C 17.25 TOC TEO .610 BAMH 71RESULT OF HISTORY REVIEW 

1 1999/0/101 76 49 NOD TSR TSH .610 ZPS3C 1154 

1 19981/91/0 76 49 NHD 1 TSH TSH .610 ZPS3C 1334 
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1 199611/11 76 49 .30 135 RS0 1 66H 6.19 TEC TEN .616 EBALL 141RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 76 49 .22 31 0B8 1 66H 41.73 TEC TEN .616 EBALL 141RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 76 49 IHISTORY REVIEW PERFORMED 
1 1996/11/61 76 49 NDD 1 TES TES .616 ZPSNO 321 
1 1995/07/91 76 49 .29 134 0N 1 65H 5.28 TEC TEN .616 EBALL 161 
1 1993/66101 76 49 .32 149 14GM 1 09H 5.29 TEC TEN .616 ZBAHF 31RESULT OF LEAD ANALYST RESOLUTION 
1 1992/03/91 76 49 .47 148 PCT 19 3 05H 4.96 TEN TEC .616 ZBAHF 131 
1 1996/64/01 76 49 PCT 25 1 65H 4.19 TEC TEN .610 EBALL 991 

1 7 50 .25 161 FSD 1 010 28.25 TEC TEN .610 0BARH 731RESULT OF HISTORY REVIEW 
1 1999/10/01 7 56 .54 144 FSD 1 tic 28.15 TEC TEN .610 4BAR9 111RESULT OF HISTORY REVIEW 

1998/65/61 7 sN . NOD: : ": . ". S16 TSH .616 ZPs3C 571 
1 1992/93/01 7 59 .. .... NDO .... . . . TEN TEC .616 ZBAHF 361 

47 50 .28 165 FSD 1 610 32.32 TEC TE6 .610 HEARN 51RESULT OF HISTORY REVIEW 
1 1999/19/91 47 56 IDo TEC TER .616 ISALL 671 
1 19981966/1 47 50 NED I TSH TS .616 ZPD3C 611 
1 1993166/61 47 66 NOD 1 TEC TEN .610 ZBAHF 41 

38 51 .12 62 FSD 1 66H 26.43 TEC TEH .616 WRHN 7IRESULT OF HISTORY REVIEW 

1 36 51 .64 9 PCT 23 P2 VS4 -. 43 TEC TEN .616 RBARN 71 
1 1999/1/81 38 51 .76 0 PCT 23 M2 V94 -. 62 TEC TEN .610 WALL 1571 
1 1998/05101 38 51 NDD 1 TES TSH .616 ZPS3C 1771 
1 1993/06/01 36 61 NHD 1 TEC TEN .610 ZBAHF 41 

1 He 51 .39 149 FSD 1 966 24.87 TEC TEN .616 lBEARN 7iRESULT OF HISTORY REVIEW 
1999/101/1 66 51 1]R 1 S6C 24.33 TEC TEN .610 MBALL 651 
1998195/91 80 51 NOD S TES TES .616 ZP53C 611 
1993/06/91 8H 51 .43 156 H4em 1 06C 24.33 TEC TEN .616 ZBAHF 4IRESULT OF LEAD ANALYST RESOLUTION 

67 52 .24 199 FSD 1 91H 29.27 TEC TEN .616 1BAR6 SIRESULT OF HISTORY REVIEW 
1999/10/01 67 52 .31 114 FSD 1 61H 29.59 TEC TEN .616 1BARH 131RESULT OF HISTORY REVIEW 
1999/16/01 67 52 MOD TSH TIS .616 ZPS3C 1151 
1998/65/01 67 52 NOD 1 YSE TES .616 ZPS3C 691 
1992/031/1 67 52 NOD S TEN TEC .616 ZBAHF 131 

69 52 1.35 0 PCT 27 P2 VS4 -. 57 TEC TEN .616 EARNH 811 
69 52 1.10 0 PCT 25 P2 vss -. 92 TEC TEN .616 N*H a1l 
69 52 .96 0 PCT 23 P2 VS5 .74 TEC TEN .610 NBARNH Hl 

1 1999/10/61 69 52 .74 0 PCT 16 02 VS4 -. 46 TEC TEN .616 NBALL 691 
1 1999/10/01 69 52 .656 PCT 13 02 VS5 -. 77 TEC TEN .619 NBALL 691 
1 1999/16/01 69 52 .48 0 PCT 11 2 VS65 .56 TEC TEN .616 NBALL 69; 
1 1999/16/61 69 52 NOD ISM TIS .610 ZPS3C 1151 
1 1996/H5/91 69 52 NOD I TES TSH .618 ZP53C 611 
1 1993/96/01 69 52 NDO 1 TEC TEN .610 ZBAHF 4l 

95 52 .27 144 FSD 1 63H 35.15 TEC TER .616 6BARH SIRESULT OF HISTORY REVIEW 
1 95 52 .22 149 FSD 1 649 -1.82 TEO TEN .610 MBARH SIRESULT OF HISTORY REVIEW 

95 52 .13 36 FSD 1 49 34.27 TEC TEN .616 0BARH SIRESULT OF HISTORY REVIEW 
1 95 52 .24 137 FSD 1 VS2 16.41 TEC TEH .616 NBARH SgRESULT OF HISTORY REVIEW 

95 52 .26 119 FSD 1 VS2 16.44 TEC TEN .619 NBARO N SRESULT OF HISTORY REVIEW 
95 52 .25 39 FSD 1 esC 8.73 TEC TEN .616 BARH SIRESULT OF HISTORY REVIEW 

1 1999/10/01 95 52 NDD TSN TSH .610 ZPS3C 1151 
1 1999/96/01 95 52 NDD 1 TSM TEN .616 ZPS3C 1351 
1 1996/11/61 95 52 .16 128 MON 1 63H 35.36 TEC TSM .610 EBALL 141RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/61 95 52 IHISTORY REVIEW PERFORMED 
1 1996/11/91 95 52 .14 129 84M 1 64 -1.62 TEC TSH .616 EBALL 141RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/61 95 52 IHISTORY REVIEW PERFORMED 
1 1996/11/61 95 52 .26 135 NOB 1 VS2 26.91 TEC TES .610 EBALL 14IRESULT OF DISCREPANCY RESOLUTION 
1 1996/11/61 95 52 IHISTORY REVIEW PERFORMED 
1 1996/11/61 95 52 .18 92 OMS 1 650 8.51 TEC TSH .619 EBALL 141RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 95 52 IHISTORY REVIEW PERFORNED 
1 1996/11/01 95 52 1.60 106 Nam 3 03H 35.96 TEC TEN .616 ESALL 171RESULT OF DISCREPANCY RESOLUTION 
I 1996/11/01 95 52 .88 89 0N6 3 049 -1.55 TEC TEN .610 EHALL 171 
I 1996111191 95 52 .47 90 Ham 3 046 33.68 TEC TEN .610 EHALL 171RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 95 52 .21 115 0Ha 1 VS2 26.20 TEC TEN .616 EHALL 171RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/61 95 52 IHISTORY REVIEW PERFORMED 
1 1996/111/01 95 52 .64 78 060 3 65c 8.34 TIC TEN .610 EBALL 171 
1 1996/11101 95 52 NDD 1 TSH TSH .610 ZP$NIM 321 

1 169 52 1.34 6 PCT 27 P2 VS2 .65 TEC TEN .610 W4AR9 S5 
1 1999/16/61 109 52 1.62 PCT 22 62 VS2 .80 TEC TEN .610 0BAR9 11I 
1 1999116/01 169 62 NDD TSM TSH .610 ZPS3C 1151 
I 1998/05/01 109 52 N6D 1 TSR TES .610 ZPS3C 631 
1 1992/63/61 199 52 NDD 1 TEN TEC .610 ZBAHF 131 

1 6 63 .21 161 FSD 1 61c 3.98 TEC TEN .616 EBARH 771RESULT OF HISTORY REVIEW 
1 1999/18/61 6 53 NDD TSR TES .610 ZPS3C 1131 
1 1998/696/1 6 53 NDD 1 TSH TSH .616 ZPS3C 1291 
1 1995/N7101 6 53 .37 149 0644 1 01c 3.78 TEC TEN .616 EBALL 91 
1 1995/07/61 6 53 NED 1 TSH TSH .626 Z3S3C 871 
1 1995/07/01 6 63 NDD 1 TSH TSH .610 ZPSNM 961 
1 1990/04/81 6 53 6H8 1 01c 2.66 TEC TER .610 EBALL 991 

1 16 53 .40 120 FSI 1 63H 2.77 TEC TEN .616 84ARH 63;RESULT OF HISTORY REVIEW 
1 16 53 .42 145 FSD 1 93H 32.95 TEC TEN .610 lBARH 631RESULT OF HISTORY REVIEW 
1 16 53 .30 151 FSD 1 64H 8.76 TEC TEN .610 lEARH 631RESULT OF HISTORY REVIEW 
1 16 53 .46 145 FSD 1 05C 3.87 TEC TEN .619 NEARN 631RESULT OF HISTORY REVIEW 
1 1999/16/01 16 53 NOD TSH TSH .619 ZPS3C 1131 
1 1998605/6 1 16 53 NID 1 TSH TES .616 ZP53C 1291RESULT OF DISCREPANCY REDOLUTION 
1 1995/87/61 16 53 .32 162 0B8 1 TSH 17.87 TEC TEN .616 EBALL 91 
1 19956/7/61 16 53 .43 149 0B8 1 63H 2.84 TEC TER .610 EBALL 91 
1 1995/07/61 16 53 .32 156 844M 1 93H 32.94 TEC TE6 .616 EBALL 91 
1 1995/07/01 16 53 .38 166 084 1 60C 3.86 TEC TEN .619 EBALL 91 
I 1995/07/01 16 53 .42 164 M8I4 1 06C 6.08 TEC TEN .618 EBALL 9S 
I 1995/07/01 16 53 ODD 1 TSH TSH .626 2383C 871 
1 1990/64/61 16 63 0464 1 TSH 17.69 TEC TEH .616 EBALL 991 
1 1990/641/1 16 53 N4a4 1 63H 1.76 TEC TEN .610 EBALL 099 
1 1999/64/01 16 53 14m 1 63H 32.60 TEC TEN .616 EBALL 99; 

1 72 63 .41 55 FSD 1 01H 13.96 TEC TEN .616 MBASH 71RESULT OF HISTORY REVIEW 
1 1998/05691 72 53 NDD 1 TSH TSH .616 ZPS3C 1351 
1 1995107/H1 72 53 .31 48 0B8 1 610 14.36 TEC TEN .616 EBALL 10; 
1 1995/07/01 72 53 NDI 1 TSH ISE .626 Z313C 701 

80 63 .33 123 FSD 1 610 32.58 TEC TEN .616 NBH•H 71RESULT OF HISTORY REVIEW 
1 1998105/01 89 53 NHD I TSH TSH .616 ZPS3C 1331 

1995107/01 89 53 .46 156 N8N 1 61H 32.83 TEC TEN .610 ERALL 101 
1 1995/07101 80 53 HID 1 TSH TSH .620 23S3C 701 
1 1990/04/01 Of 53 686 1 HIN 31.50 TEC TEN .610 EBALL 99; 

84 53 .31 87 DSS P1 610 .19 TEC TEN .616 0BARH 811 
1998/95/81 84 53 HID 1 TES TSE .610 ZPS3C 1331 
1995107/01 84 53 .37 155 N0M 1 TSR .87 TEC TEN .610 EBALL 91 
1995107101 84 63 .35 74 0B8 9 01C .22 TEC TEN .616 EBALL 91 
1995107101 84 63 NDD 1 TSH TSH .626 23D3C 711 

92 53 .39 145 FSD 1 TSN 13.25 TEC TEN .616 84ARH 71RESULT OF HISTORY REVIEW 
1998/05101 92 63 NOD 1 TSH TSE .616 ZPS3C 1331 
1995/97/61 92 53 .54 165 0BN 1 TES 13.93 TEC TEN .610 EHALL 9; 
1995/07101 92 53 ND9 1 TIS TSH .626 Z3D3C 711 
1990/04101 92 53 NBm 1 TSR 13.00 TEC TEN .616 EBALL 991 

102 63 .22 125 FSD 1 91H 21.98 TEC TER .616 4BARH 51RESULT OF HISTORY REVIEW 
1 1996/05/01 102 53 NDD 1 TSH TSH .610 ZPS3C 135; 
1 1995/07/N1 162 53 36 153 MBM 1 016 22.11 TEC TEN .610 EBALL 9I 
1 1995/67/01 102 53 NDD 1 TIS TSE .620 2323C 706 
1 1996/04/61 102 S3 M8M 1 GIN 20.70 TIC TEN .610 EBALL 991 

S ...... I.......... •.....,..........,.....,.....,.....,.....÷........÷..........o.........÷............÷.....÷........,........,.......,.......÷.......÷....................................................  
I INSPDATE ROW COL VOLTS DEG 1ND PER C0N LOCH INCHL INCH2 I CRLEN CEG REGT ENOT PDIA PTYPE CAL COMMENTSI 
............................................ ....... ....... . -.......-- ...................-..... .. .... ....... ....... ...... ...... ........ ..................................................



SO - B ALL REPORTED INDICATIONS 

P.lIse4s 1 RFO7 PAL 2N16561 065/92/2961 11:58:36 

+........... ........... .......... + ..... .-. ÷.....4.....÷........÷..........÷.............+.............÷........+........÷.......÷.......÷.......÷.........................-.........................  

I INSPDATE ROW COL VOLTS DEG IND PER CNN LOCH INCHi INCH2 I CRLEN CEG BEST ENOT PDIA PTYPE CAL COMMENTS 

--...............-....-.........-....-....-......... ÷....... +.................. ÷.. +....... ÷..... ....... ÷....... + .......................................................................  

110 53 .31 31 FSD 1 03H 9.11 TEC TEN .610 MWARH 71RESULT OF HISTORY REVIEW 

l10 53 .22 51 FSD 1 *3H 18.91 TEC TEB .610 MOWNA 7IRESULT OF HISTORY REVIEW 

1998//51N1 110 53 NDO 1 TOS TSH .616 ZPS3C 1351 

19951071/1 110 53 NDO 1 TEC TEN .610 EBALL 9l 
1995/07/1I 110 53 NOD 1 TSH TOS .620 23O3C 701 

1995/07101 110 53 NOD 1 ISM TSH .610 ZPSNI 941 

112 53 1.38 0 PCT 27 P2 VS2 -.64 TEC TEN .610 MBARH 5I 

1999110/01 112 53 .48 PCT 17 M2 VS2 -. 86 TEC TEN .610 MBALL 631 

19981951/ 1 112 53 NOD 1 TOS TOS .610 ZPS3C 1331 

1995/87/91 112 53 NDD I TEC TEN .618 EBALL 91 

1995/07/1l 111 53 'NW 1 : TSH TOS .620 ZISOC 701 

33 54 .38 147 FED 1 05H 16.15 TEc TEN .610 MONH B31RESULT OF HISTORY REVIEW 

1998/05/61 33 54 .72 68 ONM 6 065H 16.48 TEC TEN .610 EALL SIRESULT OF DISCREPANCY RESOLUTION 

i199805/61 33 54 IHISTORY REVIEW PERFORMED 

1 1998/85/61 33 54 NDD 1 TSH TIS .610 ZPSSC 1771 

41 54 1.26 N PCT 26 P2 VS4 -. 47 TEC TEN .610 MOBRH S1 
1 41 54 1.98 0 PCT 33 P2 V64 .61 TEC TEN .610 OWNH SI 
1 1999110/01 41 64 .63 0 PCT 21 62 VS4 -. 59 TEC TEN .610 M6ALL 1571 

I 1999/10811 41 54 1.14 0 PCT 28 N2 VS4 .66 TEC TEN .610 NMALL 1571 

1998/05/1O 41 54 .68 RWS Ni VS4 .95 TEC TEN .610 EBALL 71 
19981605/01 41 54 .15 PCT 7 82 VS4 -. 67 TEC TEN .610 ESALL 251 
1998/05/81 41 54 .37 PCT 14 62 VS4 .79 TEC TEN .610 EBALL 251 

1 1998/05/01 41 54 NDO 1 TOS TOS .610 ZPS3C 1771 

1 165 54 .48 0 PCT 20 P2 VS6 -. 65 TEC TEN .610 MOARN 71 
1 1999/10/01 105 54 .65 9 PCT 15 M2 VN6 -. 90 TEC TEN .610 MWNH ill 
1 1998/065/01 165 54 .18 PCT 8 M2 VS6 -. 73 TEC TEN .610 EBALL OgRESULT OF DISCREPANCY RESOLUTION 

1 1998/15/01 105 54 NOD 1 TOS TSH .610 ZPS3C 631 

125 54 .27 51 FSD 1 N2H 3.92 TEC TEN .610 NBARM 71RESULT OF HISTORY REVIEW 

1 1998/05/01 125 54 1.61 81 NIH 6 81H 33.82 TEC TEN .610 EBALL SIRESULT OF DISCREPANCY RESOLUTION 

1998105101 125 54 ]HISTORY REVIEW PERFORMED 

1998/05101 125 54 .88 66 NIH 6 0OH 4.05 TEC TEN .610 EBALL 51RESULT OF DISCREPANCY RESOLUTION 

1998/05/01 125 54 IHISTORY REVIEW PERFORMED 

1998/05/01 125 54 NOD 1 TOS TSH .610 ZPS3C 631 

44 55 44 157 FSO 1 62H 36.87 TEC TEN .610 MNBARH 271RESULT OF HISTORY REVIEW 

I 1999/18/01 44 55 NOD TOS TSH .610 ZPS3C 1551 

1998165/01 44 55 NDD 1 TOS TSH .610 ZPS3C 1791 

1996/11/91 44 55 NOD 1 TEC TEN .610 EBALL 141 

1996/11/01 44 55 NDO 1 TSH TSH .610 ZPSNM 411 

56 55 .34 118 FSP 1 192H 4.36 TEC TEN .610 MOH 71RESULT OF HISTORY REVIEW 

1999/10/81 56 55 NDD TSH TOS .616 ZPS3C 1651 

19986/5/81 56 55 NOD 1 TSH TOS .610 2PS3C 1791 
1996/11/91 56 56 1.19 199 NIH 3 B2H 4.45 TEC TEN .619 ESALL 141RESULT OF DISCREPANCY RESOLUTION 

1996/11/01 S9 55 NOD 1 TSH TSH .618 ZPSON 411 

199N/04161 56 65 .98 160 NIH 1 N2H 3.18 TEC TEN .616 EBALL 361 

66 55 .27 79 DSS P1 81H .52 TEC TEN .618 MBARH 71 
I 1999/16/81 66 56 .57 150 0SS Ml 01H .69 TEC TEN .618 NRALL 691 
I 1999/10/81 66 55 NDO TIS TSH .610 ZPS3C 1151 

1999110/01 66 65 NDF NIN .75 OIN SIN .610 ZPs3C 1451 

1998/85/01 66 55 NDD 1 TSO TSH .610 ZPS3C 631 
1995107/01 66 55 .62 148 MBN 9 815 .51 TEC TEN .610 EBALL 91 
1993106/01 66 66 .37 109 PCT 11 N1 81H .70 TEC TEN .610 ZBAHF 41RESULT OF DISCREPANCY RESOLUTION 

7N 55 .18 73 PLP lB TSH .20 TSH TSH .618 ZPS3C 1611 

1999/10/81 78 55 ND0 TSH TSO .618 ZPS3C 1151 
1998/85/01 79 55 NOD 1 TSO TOS .610 ZPS3C 1331 

1 1996/11/61 7N 55 NDD 1 TEC TEN .618 EBALL 141RESULT OF DISCREPANCY RESOLUTION 

1 1996/11/01 76 55 NDO 1 TOH TSH .616 ZPSN04 32j 

I 86 55 .27 124 FSD 1 82H 29.69 TEC TEN .610 MBARW 7IRESULT OF HISTORY REVIEW 
1 1999/10/01 66 55 NDD TSO TOS .618 2PS3C 1151 

1 1998/05101 86 55 NOD 1 TSH TSH .610 ZPS3C 1351 
1 1996/11101 86 55 NOD 1 TEC TEN .616 ESALL 141RESULT OF DISCREPANCY RESOLUTION 

1 1996111/01 86 55 NOD 1 TOS TSO .618 ZPSNM 321 

I 98 55 .73 0 PCT 26 P2 VS2 .86 TEC TEN .61 MONARH 71 
1 1999/10/01 98 55 6NR 1 816 6.64 TEC TEN .610 MBARH 111 

1999/10101 98 56 .99 PCT 21 M2 VS2 -. 86 TEC TEN .610 MOARH 11I 
1 1999/10/01 98 55 NOD TSH TSN .610 ZPS3C 1151 
1 1998/915/1 98 55 .19 65 NOm 3 61H 8.46 TEC TEN .610 EBALL IlRESULT OF DISCREPANCY RESOLUTION 

I 1998/65/01 98 55 IHISTORY REVIEW PERFORMED 

I 1998/95/81 98 55 .30 PCT 10 M2 VN2 -. 95 TEC TEN .610 EBALL 11 
1 1998/65/N1 98 55 NDD 1 TSH TSH .610 ZPS3C 1351 
I 1996/11/01 98 55 .19 21 M66 1 0tH 8.64 TEC TEN .610 EBALL 141RESULT OF DISCREPANCY RESOLUTION 

1 1996/11/81 98 55 1HISTORY REVIEW PERFORMED 

1 1995511/01 98 55 .32 PCT 7 83 VS2 -. 91 TEC TEN .610 ESALL 141RESULT OF DISCREPANCY RESOLUTION 

1 1996/11/01 98 55 NOD 1 TSH TSH .610 ZPSNM 321 

1 116 56 .36 23 FSD 1 04H 26.45 TEC TEN .610 MONRH 71RESULT OF HISTORY REVIEW 

I 118 55 .98 6 PCT 28 P2 VS2 -.80 TEC TEN .610 MEARH 71 

1 116 55 .29 23 FSD 1 03C 11.29 TEC TEN .610 MOARH 71RESULT OF HISTORY REVIEW 

1 1999/10/01 110 55 INS 1 N4H 26.09 TEC TEN .610 MWARN 111 
1999/18/01 110 55 INF M2 VS1 .ON TEC TEN .610 MBARH 111RESULT OF HISTORY REVIEW 

1 1999/1/81 116 55 1.i6 PCT 22 M2 VS2 -. 86 TEC TEN .610 MBARH ill 
1 1995/18/81 110 55 INR 1 03C 11.61 TEC TEN .610 MNARH ill 

1 1999/16/el 118 55 NDD TSH TOS .616 ZPS3C 1161 
I 1995/85/01 116 55 .59 97 NOW 3 a4m 25.93 TEC TEN .610 ESALL lIRESULT OF DISCREPANCY RESOLUTION 

1998/05101 110 55 1HISTORY REVIEW PERFORMED 

1 1998/65/81 116 55 INF 1 VS1 -. 95 TIC TEN .610 EBALL IlRESULT OF DISCREPANCY RESOLUTION 
I 1998/65/61 110 55 .21 PCT 7 M2 VS2 -. 87 TEC TEN .610 EBALL 11 
1 1996/65/01 110 55 .45 56 IHM 3 63C 11.56 TEC TEN .61N EBALL lIRESULT OF DISCREPANCY RESOLUTION 

1 1998/65/81 110 55 IHISTORY REVIEW PERFORMED 
1 1998/65/01 110 55 NDD 1 TSH TSH .610 ZPS3C 1331 
1 1996/11/01 116 55 .28 46 6BM 1 64H 26.16 TEC TEN .616 EBALL 141RESULT OF DISCREPANCY RESOLUTION 

1 1996/11/01 116e 59 HISTORY REVIEW PERFORMED 
1 1996/11/01 110 55 .29 PCT 6 M3 V61 -1.18 TEC TEN .610 EBALL 141RESULT OF DISCREPANCY RESOLUTION 
1 1996/11101 110 55 .22 24 HOW 1 S3C 11.43 TEC TEN .610 EBALL 141RESULT OF DISCREPANCY RESOLUTION 

1996/1111B 116 55 [HISTORY REVIEW PERFORMED 
1996/11101 116 55 NDD 1 TSH TSH .610 ZPSNK 321 

116 55 1.61 6 PCT 23 P2 VS4 .94 TEC TEN .610 NBARH 5S 
1999/10/01 116 55 NDD TSH TOS .610 ZPS3C 1151 
1998/15/61 116 55 NDD I TSH TOH .610 ZP53C 1351 
1996/11/O1 116 55 NDD 1 TEC TEN .610 ESALL 141 
1996N11/01 116 55 ND9 1 TIS TSH .610 ZPSNM 321 

17 56 .74 155 FSD 1 S2C 6.35 TEC TEN .610 NARN 631RESULT OF HISTORY REVIEW 

1999/16/61 17 56 .38 138 FSO 1 SIC 6.27 TEC TEN .610 NBALL 391RESULT OF HISTORY REVIEW 

1 1999108101 17 56 .19 141 FSD 1 62C 16.21 TEC TEN .610 MBALL 391RESULT OF HISTORY REVIEW 
1 1998/65/01 17 56 NOD 1 TSH TSH .610 ZPS3C 611 

1993/66181 17 56 NOD 1 TEC TEN .610 ZBAHF 6l 

47 56 1.17 8 PCT 25 P2 VS4 .71 TEC TEN .61 MONARH 9I 

47 56 .27 152 FSD 1 TSC 26.75 TEC TEN .610 NBARN 91RESULT OF HISTORY REVIEW 

47 56 .38 149 FSE 1 TSC 22.43 TEC TEN .610 NBARH 91RESULT OF HISTORY REVIEW 
1999/1/0/1 47 56 .74 6 PCT 23 M2 V54 .75 TEC TEN .610 MHALL 1571 
1999/16/N1 47 56 .32 146 FSO 1 TIC 22.43 TIC TEN .610 MHALL 1571RESULT OF HISTORY REVIEW 
2998/65/61 47 56 NOD 1 TSH TSH .610 ZPS3C 1791 

1992/93/61 47 56 NOD 1 TEN TIC .610 ZAHF 291 

61 56 .51 6 PCT 13 P2 6S5 .73 TFC TEN .610 MONRH 9I 

1999/11601 61 56 NOE TEC TEN .610 MNBARH 131 S. . . .* -... ....... .. ....... * --------- ---- * - * ------ . ............ ..................................... 

INSPOATE ROW COL VOLTS DEG INS PER CNN LOCH INCH1 INCH2 I CRLEN CEG BEGT ENST PDIA PTYPE CAL COMMENTS 
........................................................................... ........ ... ....... ....... ... ............... . ...............................................  
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S5 - B ALL REPORTED INDICATIONS 

PaII**des 1 RF67 PAL 20916501 051/212061 11:50:36 

I INSPDATE ROW COL VOLTS DES IND PER CHN LOCN INCHi INCH2 I CRLER CEG BEST ENOT PODIA PTYPE CAL COM44ENTS 

,............+.... ÷..... .......... ,.... ,...., ..... ÷.....÷........÷......... ÷......... ... ....... ÷..... ....... ,........÷.......*.......÷...... +....................................................  

1996167161 66 65 NOD 1 TSH TSR .626 Z330 731 

1 1995617161 G6 R5 NOD 1 TSH TOH .616 ZP5N6 961 

162 65 .49 82 TRA 16 TSH .6G TSH TSH .616 ZPS3C 1011 
1999/1D/91 102 65 RID TEC TEO .616 MBALL 671 
I999/D6/61 162 86 NDD TEC TOE .616 IALL 99I 
11999/16/61 162 GD NGD TSR 7H .616 ZPS3C 1211 
1998/65/61 162 65 NDO 1 TSH TOG .61 ZPO3C 651 
19951:7101 102 65 NDD I TEC TEO .616 EBALL 141 

51991671/1 162 65 NDD I TSH TSR .626 Z303C 73 
1995617161 162 65 NDOD 1 TSH TSH .616 ZPSNM 641 

126 65 .22 69 'FPD 1 "TSRH ':6.18 ." TEC TOE .616 4BARM 91RESULT OF HISTORY REVIEW 
1998/95//1 126 65 NOD 1 TSR TSH .610 ZPS3C 1391 
1996/67/11 126 66 .28 63 I04 1 TSH 6.16 TEC TEG .61 EMBALL 111 
S199/67/61 120 65 N6D 1 TSH TOS .620 Z33C 731 
199596/07/1 126 65 NOD 1 TSR TSH .610 ZPSN64 941 

43 66 .25 91 FSD 1 *3H 15.62 TEC TEN .616 69ARH 111RESULT OF HISTORY REVIEW 
1999/11/61 43 66 NDD TEC TEO .616 MBALL 1571 

51998/66/1 43 66 NDD 1 TEC TEO .616 EBALL 91RESULT OF DISCREPANCY RESOLUTION 
1998/66/61 43 66 NDD 1 TSR TOH .616 ZPS3C 671 
19921/3/01 43 66 NDD 1 TEH TEC .616 ZSAHF 281 

97 66 .63 29 DSS P1 67C .57 TEC TOE .610 19AR6 111RESULT OF HISTORY REVIEW 

97 66 .63 38 FPD 1 .RC 6.63 TEC TEO .616 6BARH 1i1RESULT OF HISTORY REVIE WI 
1999/16/61 97 66 6DF 67C .76 67C 67C .616 ZPD3C 81 
I 1999/1/1 97 60 .41 26 605 61 67C .76 TEC TEN .616 66996 151 
1999/16/61 97 66 .48 46 FE1 1 SOC 4.95 TEC TEO .610 4669H ISIRESULT OF HISTORY REVIEW 

1998/66/6l 97 66 6D6 1 TSH TSH .616 ZPS3C 656 
1992/63/61 97 66 NOD 1 TOR TEC .616 ZBAHF 121 

161 66 .26 6 POT 14 P2 9S4 1.14 TEO TEH .616 -.9H Ill 
161 66 .27 39 POD 1 914 7.56 TOO TO .616 I BARH 111RESOULT OF HISTORY REVIEW 

1998/651/1 191 66 NDD 1 TEC TEO .616 EBALL Ill 
1998105/01 161 66 NOD 1 TSH TSH .616 ZPS3C 6SIRESULT OF DISCREPANCY RESOLUTION 

111 66 .79 6 POT 27 P2 67H .85 TEC TEH .616 NSARH Il1 
111 66 .35 198 VOL 3 67H .87 67H 676 .616 ZPS3C 1831 

1999/16/61 111 66 NOD TOO TOG .616 M6ARH 1is 
1998/66/61 111 86 NOD 1 TSH TSM .616 ZP53C 661 
1993/G6/Ri 111 66 NOD 1 TEC TEG .610 ZBAHF 61 

135 68 .61 93 VOL 3 6C -. 97 06C 6oC .616 ZPS3C 4J 
1365 6 .39 114 VOL 3 SOC .14 96C 0OC .61@ ZPS3C 41 
135 86 1.95 98 VOL P1 66I - .96 68C 68 .616 ZPS3C 61 
135 66 1.74 95 VOL P1 6o8 .63 66C 68C .61: ZPS3C 81 
I 135 88 .56 6 PCT 17 P2 VS1 -. 77 TEC TOG .616 69ARH 131 

135 GG .89 6 POT 26 P2 9S6 .83 TEC TEO .616 MBARH 131 
136 68 1.84 6 PCT 32 P2 957 -. 95 TEC TOG .616 6BARH 131 
135 6 .82 6 POT 19 P2 VS7 -. 31 TEC TEO .616 6BARG 131 
S135 66 2.89 6 PCT 41 P2 80c -. 92 TEC TOE .616 MBARH 131TUBE AMDED FOR SPECIAL INTEREST .PT 
136 66 IRESULT OF HISTORY REVIEW 
136 66 2.74 6 POT 40 P2 ow0 .86 TEC TEO .616 68ARH 131TUBE ADDED FOR SPECIAL INTEREST *PT 
135 66 RODULT OF HISTORY REVIEW 
135 66 1.18 6 POT 28 P2 ow -1.68 TEC TEO .616 -H. 131 

135 66 TBP TEC TEO .610 MBAR 611 
1999116/61 135 66 1.42 166 VOL 3 690 -. 88 0 .668 184 660 6s6 .616 ZPS3C 81 
1999/16/61 136 66 1.17 97 VOL 3 690 .76 0 .449 261 68C 680 .610 ZPS3C al 
1999/16/61 135 65 .88 PCT 19 62 VS6 .67 TEC TEO .610 MBARH 131 
1999/16191 135 66 1.96 6 POT 32 62 VS7 -. 84 TEC TOE .616 669RH 131 
1999/16/61 135 86 .76 PCT 16 62 9S7 -. 18 TEC TEO .616 69H8 131 
1999/16191 135 66 2.48 6 PCT 37 M2 o6w -. 61 TEC TEO .616 69ARH 131 
1999/16/61 135 66 2.61 6 PCT 33 62 660 .69 TEC TEO .616 .-HG 131 
1999/16/61 135 66 .37 118 05 61 66 -. 67 TOO TEG .61 6999 131RESULT OF HISTORY REVIEW 

1998/65/91 136 69 .57 PCT 16 62 VS7 -. 89 TEC TEO .816 EBALL 11 S 1998/65/Ri 136 66 .63 POT 17 6 w2 690 1.96 TEO TOG .161 BALL IIRESULT OF LEAD ANALYST RESOLUTION 

1998/65/61 136 66 .52 PCT 15 M2 68C .86 TEC TEO .616 EMALL IIRESULT OF LEAD ANALYST RESOLUTION 
1998/65/61 135 66 .34 78 OSS 6I 680 -. 97 TEC TEO 861 EBALL IlRESULT OF LEAD ANALYST RESOLUTION 
1998/66/61 135 66 4.44 137 WAR 2 660 -. 93 0 .711 69 690 OW .616 ZPS3C 21RESULT OF DISCREPANCY RESOLUTION 
I1998/66/1 135 66 2.86 144 WAR 2 ow0 .92 0 .553 56 660 0 616 DPS3C 21RESULT OF DISCREPANCY RESOTION I 
1998/65/01 135 66 NOF 66C -. 97 w68 6C .816 ZPS3C 21RESULT OF DISCREPANCY RESOLUTION 
1996/95/61 135 66 NDD 1 TSH TSM .861 ZPS3C 1331 

6199/11/61 135 66 1.63 POT 17 62 VS7 -. 79 TOC TER .610 EOALL 12j 
1996/11/61 135 66 85 116 POT 17 61 660 .79 TEC TOE .616 EBALL 12 
1996/11/61 135 66 NOD 1 TSH TSH .616 ZPSPI 321 
1995/67/01 135 66 1.34 POT 18 11 V97 -1.68 TEC TEN .616 EBALL 131 
1995/67/61 135 66 .56 166 POT 25 9 680 .91 TEC TEO .616 EBALL 131 
1993/06/61 135 60 .76 71 PI 61 VS7 -. 76 TEC TE0 .616 ZBAHF lIRESULT OF LEAD ANALYST RESOLUTION 
1993/96/61 135 66 IRETEST - TEST WITH WEAR SCAR STANDARD IN-LINE 
1993/96/01 135 66 .40 169 PCT 23 61 60c .69 TEC TEO .616 ZBAHF IRESULT OF DISOREPANCY RESOLUTION 
1993/96/01 135 66 .66 POT 23 62 VS7 -.63 TEC TEN .616 ZSAHF 261RESULT OF DISCREPANCY RESOLUTION 

48 67 .25 76 D01 P1 63C -. 91 TEC TEO .616 4 H 111 
1999/1G/91 46 67 NDD TSH TSH .616 ZP53C 1211 

:1998/965/1 46 67 NDOD 1 TSH TSH .61 ZP53C 1371 
1996/11/61 46 67 NDO 1 TEC TEO .66 EALL 121 
1996111/91 46 67 NOD 1 TSR TSH .616 ZPSNM 411 

1 56 67 .28 137 FP0 1 0 1636 TEC TE0 .616 SBARH IRESULT OF GISTORT REVIEW9 
S1999/16/61 6 67 NOD TSH TSH .616 ZPS3C 1211 
119998/65/1 56 67 DO 1 TSH TOG .616 ZPS3C 1371 
1996/11/61 56 67 .95 96 6S6 3 60C 15.30 TEC TEO .616 EBALL 12i 
1996/11/681 56 67 NOD 1 TSH TSH .616 ZPSNM 41l 

55 67 .33 138 FOD 1 TSH 6.84 TEC TEO .616 W9AR6 liIRESULT OF HISTORY REVIEW 
1999110101 56 67 NOD TSH TSH .610 ZPS3C 1211 
1998/95/61 56 67 GDD I TSR TSH .61 ZPS30 1391 
1996/11/61 So 87 INR 1 TSH 6.87 TOC TOE .616 EBALC I2IRESULT OF DISCREPANCY RESOLUTION 
199611/691 58 67 NDOD TSR TSH .616 ZPSNI 411 
1996/86/61 66 67 .61 166 668 1 TSR 6.66 TOO TEO .616 EBALL 381 

E6 67 .23 97 FPD I TSH 22.10 TEC TEO .616 MBARH 111RESULT OF HISTORY REVIEW 
66 67 .25 137 FSD I RSH 12.66 TEC TEO .616 RSARH 111RESUULT OF HISTORY REVIEW 

1999116/61 66 67 NDD TSH TSH .616 ZPS3C 1211 
S19/51/61 60 67 NDD 1 TSH TSH .616 ZP13C 1391 
11996/11/61 60 67 .73 95 Ka4m 3 TSH 22 77 TEC TOE .616 EBALL 121RESULT OF DISCREPANCY RESOLUTION 
1996/11/61 66 67 IGF 1 686 11.22 TEC TOE .616 EBALL 12RESULT OF DISCREPANCY RESOLUTION 
1996/111/1 66 67 .34 141 6B6 1 65H 12.43 TEC TEO .616 EBALL 121HISTORY REVIEW PERFORMED 
1996/11/61 66 67 NOD 1 TSH TSR .616 ZPS0N 41l 
1996/04/61 69 67 .75 166 6M6 1 *5H 11.26 TEC TEH .616 EBALL 381 

68 67 .47 163 FP5 1 SIR 16.19 TEC TEO .616 66A99 IROESULT OF HISTORY REVIEW 
68 67 .38 162 FPD 5 616 26.66 TEC TEH .616 66I 6 SIROESULT OF HISTORY REVIEW 
68 67 .18 116 FPD 1 SIR 29.76 TEC TEO .616 6699H 91RESULT OF HISTORY REVIEW 

1999/19/61 68 67 NDD T75 TSH .616 ZP530 1211 
1998/@5/01 6G 67 ND6 1 TSH TSH .610 ZPS3C 631 
1996/11/f6 68 67 .72 83 694M 3 61H 29.77 TEO TEO .610 EALL 121 
1996/11/61 68 67 NGD 1 TSH TSH .610 ZPSN6 311 

68 67 .26 6 PCT 14 P2 9S2 -. 82 TEC TEO .616 6BARH III 
8 67 .32 6 POT 15 P2 9S2 .67 TEO TOG .616 6BA6H 111 

88 67 .46 6 POT 26 P2 952 .96 TEC TEO .616 66MG 111 
1999/l16/6 98 67 NDD TSH TSH .616 ZP03C 1191 
199596/95/61 88 67 NDD 1 TSH TSH .616 ZPS3C 1371 

881996//61 89 67 NOD 1 TEC TEO .616 ESALL 121 
1996/11/61 88 67 NOD 1 TSH TSH .616 ZPSN 321 

92 67 .38 6 PCT 9 P2 926 - 84 TEC TOO .616 66996 91 
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1 92 67 .37 0 PCT 9 P2 VS8 .87 TEC TEN .610 1BARH 91 
1 1999/10101 92 67 ODD TSH TON .610 ZPS3C 1211 
1 1998/05/01 92 67 NDD 1 TSM TSN .610 ZPS3C 631 
1 1996/11/01 92 67 NDD 1 TEC TEN .610 EBALL 121 

1996/11/01 92 67 ODD I TSH TOS .610 ZPONM 321 

98 67 .36 39 FSD 1 016 18.54 TEC TEN .610 MNBAR 11iRESULT OF HISTORY REVIEW 

98 67 .21 54 FSD 1 06w 25.32 TEC TEN .610 13AMH 111RESULT OF HISTORY REVIEW 
1 1999110101 98 67 NOD TSH TOS .61e ZPS3C 1191 
1 1998/05/01 98 67 NOD 1 TOS TSH .610 ZPO3C 1371 
1 1996/11/61 98 67 .66 65 66 .3 0lH 16.60 TEC TEN .610 EBALL 121RESULT OF DISCREPANCY RESOLUTION 
1 1996/11101 98 67 .40 B85 MOH : 0 090 o".a : .": 8 TEC TEN .610 EBI.L 121RESULT OF DISCREPANCY RESOLUTION 
1 1996/11101 98 67 "Ob 1 STO TSH .610 ZPSNf 321 

1 47 68 1.73 0 PCT 36 P2 V04 -1.01 TEC TEN .610 WBARM 151 
1999110/01 47 68 INR 1 03H 13.98 TEC TEN .610 MBALL 731 
1999110101 47 68 IN NI VS4 -1.74 TEC TEN .610 NBALL 731 
1998105/01 47 68 2.13 89 M61 6 03H 13.98 TEC TEN .610 OBALL lIRESULT OF DISCREPANCY RESOLUTION 
1998/95191 47 68 IHISTORY REVIEW PERFORNED 
1998165/O1 47 68 2.92 86 MN5 6 VS4 -1.74 TEC TEN .610 EBALL IIRESULT OF DISCREPANCY RESOLUTION 

1 1998/05/01 47 68 IHISTORY REVIEW PERFORMED 
1998165/01 47 68 NOD 1 TSN TSH .610 2PSC 1371 

1 1996/11101 47 68 INR 1 VS4 -1.76 TEC TEN .610 EBALL IIRESULT OF DISCREPANCY RESOLUTION 
1 1996111101 47 68 NOD 1 TSH TOS .610 ZPSNO 411 
1 1995/97101 47 68 .58 PCT 10 11 VS4 -1.76 TEC TEN .610 EBALL 141 
1 1995/07101 47 68 NODD 1 TSH TSR .620 Z33C 861 

1 71 68 .76 156 FSOD 1 TSH 24.52 TEC TEN .610 EARN 1SIRESULT OF HISTORY REVIEW 
1 1998/05/01 71 68 NOD 1 TSH TOS .610 ZPS3C 1371 
1 1995/07/01 71 68 .S2 154 6M6 1 TSH 24.55 TEC TEN .610 EBALL 141 
1 1995/07/01 71 68 NOD 1 TOS TSR .620 2303C 731 
1 1996/64/61 71 68 MON 1 01H -6.66 TEC TEN .610 EOALL 991 

1 83 68 .66 158 FSO 1 85H 2.38 TEC TEN .610 6646H 131RESULT OF HISTORY REVIEW 
1 1998/656/1 83 68 NOD 1 TSH TSR .610 ZPS3C 1371 
1 1995/97/61 83 68 NDD 1 TEC TEN .610 EBALL 141 
1 1995/07/61 83 68 NDD 1 1SM TSH .620 Z393C 731 

1 16 68 .24 138 FSD 1 02C 1.96 TEC TEN .610 MBARH 0 SIRESULT OF HISTORY REVIEW 
1 1999/10/01 105 68 RID TEC TEH .610 HOALL 671 
I 1999/10/01 le5 68 .35 143 FSOD 1 2C 2.32 TEC TEN .610 MBALL 991RESULT OF HISTORY REVIEW 
1 1996/05/01 105 68 NOD 1 TSH TSH .610 ZPS3C 651 
1 1993/06/01 105 68 .32 147 6O5 1 02C 2.02 TEC TEO .610 ZBAHF 61RESULT OF DISCREPANCY RESOLUTION I 

I I 

1 135 68 .21 0 PCT 12 P2 VS7 .93 TEC TEO .610 H06RH 151 
1998/65/01 135 68 NOD 1 TSM TSH .610 ZPS3C 1391 
1995/07/61 135 68 NOD I TEC TEO .610 ERALL 131 

1 1995/87/01 135 68 NOD I TSH TOS .620 Z3S3C 731 
1I 

1 76 69 .68 26 OSS P1 N5H -. 28 TEC TEN .610 NBARR 131RESULT OF HISTORY REVIEW I 
1 1999/10/01 70 69 .71 29 OSS Ml OSH -. 23 TEC TEN .610 MBARH IBIRESULT OF HISTORY REVIEW 

1998/05/01 70 69 .83 26 DSS Ml 95H -. 30 TEC TEH .610 EBALL 111RESULT OF LEAD ANALYST RESOLUTION 
1998/05/61 70 69 NOD 1 TSR TOS .610 ZPS3C 661 

1 1998/05/01 70 69 NOF 3 95H -. 30 4SH 05H .610 ZPS3C 1411 

1 Be 69 .56 140 05 P1 01C -. 35 TEC TEN .61 NbARH ISIRESULT OF HISTORY REVIEW 
1 1999/10/01 60 69 .73 119 DSS Ml 01C -. 52 TEC TEN .610 64ARH ISIRESULT OF HISTORY REVIEW 
f 1998/95/01 B9 69 NOF 01c -. 34 01c 01C .610 ZPS3C 21 
3 1998/05/01 66 69 .54 131 DSS Ml 01C -. 48 TEC TEN .610 EBALL 11IRESULT OF LEAD ANALYST RESOLUTION 
1 1998/05/01 as 69 NDD 1 TSH TSH .610 zPS3C 651 

I Be 69 .21 64 PLP le TOS .60 TSH TSH .610 zPS3C 1631 
1 e6 69 .19 86 PLP 10 TSH .45 TSH TSH .610 ZPS3C 1611 
1 1998/95101 88 69 NRD 1 TEC TEN .610 EBALL 11i 

1 1999/101 88 69 NOD 1 TSO TSH .610 ZPS3C 66IRESULT OF DISCREPANCY RESOLUTION 

1 120 69 .35 39 FSOD 1 2N 19.74 TEC TEN .610 6BARH 131RESULT OF HISTORY REVIEW 
1 1999/10/01 120 69 NDD TSH TOS .610 ZPS3C 1451 
1 19986/5/01 120 69 .71 75 6N6 3 02H 19.27 TEC TEM .610 EBALL 111RESULT OF DISCREPANCY RESOLUTION 
1 1998/05/01 120 69 IHISTORY REVIEW PERFORMED 

1998/05/01 120 69 NOD 1 TOS TSH .610 zPs3c 631 

134 69 1.03 0 PCT 29 P2 VS7 .85 TOC TEO .610 66ARH 151 
1999/10/01 134 69 .69 0 POT 16 N2 VS7 .67 TEC TEN .610 NBRH 151 
1998/05/01 134 69 .40 POT 13 02 VS7 .98 TEC TEN .610 EBALL 91 
1998/05/01 134 69 NOD 1 TSH TOS .610 ZPS3C 631 
1995/07/01 134 69 NOD 1 TEC TEO .610 EBALL 411 

61 70 .27 48 VOL 3 03C .80 03C 03C .610 ZPS3C 41 
61 70 .88 0 POT 24 P2 03C .71 TEC TEO .610 6BARH 131 
61 70 .81 161 FSD 1 03C 5.31 TEC TEN .610 6BARH 131RESULT OF HISTORY REVIEW 

1999/10/01 61 70 10R 1 04H 17.20 TOC TEN .610 6BARH 171 
1 199"/10101 61 70. .49 147 FSD 1 03C 5.38 TEC TEN .610 MBARH 171RESULT OF HISTORY REVIEW 
1 1998/05/01 61 70 NOD 1 TSH TSH .610 ZPS3C 671 
1 1992/03/01 61 70 NDD 1 TEN TEC .610 ZBAHF 121 
1 1990/04/01 61 70 656 1 04H 17.26 TEC TEN .610 EBALL 99; 

1 67 70 .60 169 FSOD 1 01H 1.71 TEC TEN .610 MBARH 131RESULT OF HISTORY REVIEW 
1 1999110/01 67 70 NOD TEC TEN .610 HMARN 171 
1 1998/05/61 67 70 NDD 1 TSH TSH .610 ZPS3C 691 
1 1992/03/01 67 70 NOD 1 TEN TOC .610 ZBA2 F 121 

1 85 70 .35 146 FSD 1 TOS 18.97 TEC TEN .610 MNNAH 131RESULT OF HISTORY REVIEW 
1 85 70 .49 156 FSD 1 02H 11.16 TEC TEN .610 NBARH 131RESULT OF HISTORY REVIEW 
1 1999/10/01 85 70 INR 1 TSR 19.22 TEC TEN .610 06ARH 151 
1 1999/10/01 65 70 INF 1 016 10.41 TEC TEN .610 MBARH 15;RESULT OF HISTORY REVIEW 
1 1999/10/01 85 70 .36 144 FSO 1 02H 10.90 TEC TEN .616 MSARH 151RESULT OF HISTORY REVIEW 
1 1998/05/01 85 70 NOD 1 TSH TOS .610 ZPO3C 671 
1 1992/03/01 85 70 NOD I TER TEC .610 ZAHF 121 
1 19904/01 85 70 Ham 1 TSH 19.10 TEC TEN .610 ERALL 99; 
1 1990/04/01 85 70 666 1 GIN 1040 TEC TEN .610 OBALL 99; 

119 70 .46 121 PLP le TSM 1.08 TSH TSH .610 ZP53C 1071 
1 1999110/01 119 70 RID TEC TEN .610 MBALL 671 
1 1999/10/01 119 70 .39 368 PLP 8 TOS 1.33 TEC TEN .610 MBALL 991 
1 1999/10101 119 70 NDF TSH 1.42 TSH TSH .619 ZPS3C 1451 
1 1998106101 119 70 NODD 1 TSH TOS .610 ZPS3C 691 
1 1993/06/01 119 70 NODD 1 TEC TSH .610 ZBAMF 61 
1 1993106101 119 70 NOD 1 01H TEN .610 ZBAHF 171 

60 71 .73 0 PCT 20 P2 VS5 .29 TEC TEN .610 lEARH 151 
1 1999110/01 60 71 .86 PCT 18 M2 9S5 .47 TEC TEN .610 MBALL 691 
1 1998/05101 60 71 NOD 1 TOS TSR .610 ZPS3C 1371 
1 1995/07101 60 71 NOD 1 TEC TEN .610 EBALL 131 
1 1995/07101 60 71 NOD 1 TOS TSH .620 Z33C 7311 

62 71 .37 66 FSD 1 TSH 11.77 TEC TEH .610 MBANH 151RESULT OF HISTORY REVIEW 
1 1998/05/01 62 71 NOD 1 TOS TSR .610 ZPS3C 1371 
1 1995/07101 62 71 NDD 1 TEC TER .610 EBALL 131 
1 1995/07/01 62 71 RID 1 TSH TSR .620 2313C 731 

76 71 62 158 FSD 1 01H 34.45 TEC TER .610 MBARH ISIRESULT OF HISTORY REVIEW 

76 71 .55 16 FSD 1 V94 6.89 TEC TEN .610 MBAH 16/RESULT OF HISTORY REVIEW 

1999/16/81 76 71 INR 1 01H 34.83 TEC TEN .610 MBALL 691 
1999/10/01 76 71 .59 21 FSD 1 VS4 6.35 TEC TEN .610 MBALL 691RESULT OF HISTORY REVIEW 

1998/05/01 76 71 NOD I TSH TSH .610 ZPS3C 1391 
1 1995/07/01 76 71 .46 150 069 2 619 34.83 TEC TEN .610 EOALL 131 
I 1995/97/01 76 71 NOD TSH TISH .620 2393C 741 
1 19901041/1 76 71 MNN 1 02H -5.80 TOC TER .610 EBALL 991 

1NSP6ATE ROW COL VOLTS DEG IN0 PER CNN LOON INCHI 1NCH2 I CRLEN CEG BOEGT ENIT PDIA PTYPE CAL COMMENTS 
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88 71 .28 75 FSD 1 04H 10.40 TEC TEH .610 MANNH 151RESULT OF HISTORY REVIEW 
1998/05191 88 71 NDD 1 TSH TSH .610 ZPS3C 1391 
1995107/01 88 71 .23 69 06N 1 044H 9.91 TEC TEN .610 EBALL 131 
1995/07/01 88 71 NDD 1 TSH TSH .620 2393C 741 

112 71 .58 167 FSO 1 064 15.69 TIC TEN .610 MBANH 1I6RESULT OF HISTORY REVIEW 
112 71 .37 44 DSS P1 07C .. 95 TEC TEN .619 MBARN 151RESULT OF HISTORY REVIEW 

1999/10/01 112 71 NDF 07C -. 87 07C 07C .619 ZPS3C 121 
I 1999/11/91 112 71 .47 150 FSO 1 06H 16.57 TEC TEN .610 MBALL 691RESULT OF HISTORY REVIEW 
1 1999110/01 112 71 .38 56 DSS M1 07C -. 91 TEC TEN .610 MIAL.L SRI 

1 1999/10/01 112 71 .@10 :2!1 FSD9 :1 . 0.- :156.44 r - TEC TEN .610 M1ALL 731RESULT OF HISTORY REVIEW 

I 1999/10181 112 71 ".28 34"bOSS' M1 "070 -. 94 TEC TEN .61 MMALL 731 
1 1998/06/01 112 71 NOD 1 TSH TSH .610 1PS3C 1371 
I 1996/07/01 112 71 NOD 1 TEC TEN .610 EBALL 141 
1 19951/7/01 112 71 NOD 1 TSH TSH .628 Z3S3C 731 
1 1990/04/01 112 71 HMN 1 06H 14.30 TEC TEN .610 EBALL 991 

118 71 .18 134 FSD 1 NBC 4.41 TIC TEN .610 4BARH 151RESULT OF HISTORY REVIEW 
1 1999/10/01 118 71 NOD TIC TEN .613 MALL 731 
1 1999/10/01 118 71 ROD TSH TSH .613 ZPS3C 1451 
1 1998/85/01 118 71 300 1 TSH TSH .610 ZPS3C 1391 
1 1995/37/81 118 71 NDD 1 TEC TEN .610 EBALL 131 
1 1996/67/01 118 71 NDD 1 TSH TSH .621 23S3C 741 

1 120 71 .52 89 PLP 13 TSH .69 TSH TSH .610 ZPS3C 10951 
1999/10/01 120 71 6NR 8 TSH .76 TEC TEN .610 MALL 671 

1 1999/18/81 120 71 .47 48 FSD 1 07C 21.92 TEC TEN .610 MBALL 671RESULT OF HISTORY REVIEW 

I 1999/10/01 126 71 .71 98 PLP 10 TSH .73 TSH TSH .610 ZPS3C 1211 
I 1998/65/01 120 71 .78 97 PLP 10 TSH .76 TSH TSH .610 ZPS3C 139IRESULT OF DISCREPANCY RESOLUTION 
1 19956/07/01 126 71 2.98 73 RON 6 07C 21.04 TEC TEN .619 EBALL 141 
I 19965/7/R1 120 71 NOD I TSH TSH .629 Z3S3C 731 

128 71 .20 119 FSD 1 04H 19.28 TEC TEN .613 MBARH ISIRESULT OF HISTORY REVIEW 
1 1998/065/01 128 71 NOD 1 TSH TSH .610 ZPS3C 1391 
I 195/07/01 128 71 1.57 67 NON 6 34H 19.82 TEC TEN .610 EBALL 131 
1 1995/07/01 128 71 NOD 1 TSH TSH .626 23S3C 731 

1 134 71 .72 8 PCT 21 P2 VS7 -. 89 TEC TER .619 M48ARH 131 
1 1998/065/1 134 71 NOD 1 TSR TSR .610 2PS3C 1391 
1 1995/07/01 134 71 NOD 1 TEC TEN .610 EBALL 131 
1 1995607/81 134 71 NDD 1 TSH TSH .621 2363C 731 

1 136 71 .36 31 FSD 1 04H 36.37 TEC TEN .619 M4BRH 131RESULT OF.HISTORY REVIEW 
I 1999/10/01 136 71 INR 1 03H 10.21 TEC TEN .610 MBALL 671 

1 1999/11/61 136 71 1NR 1 26.73 TEC TER .610 MBALL 671 
I 1999/10/01 136 71 .20 73 FSI 048 35.64 TEC TER .619 M4ALL 671RESULT OF HISTORY REVIEW 
I 1999/10/01 136 71 INR 1 078 24.40 TEC TEN .610 M1ALL 671 

I 1999/10/01 136 71 3.49 183 ONG 1 VS4 1.54 TEC TEN .610 M1ALL 671 
I 1998/65/01 136 71 NOD I TSH TSH .610 ZPS3C 1391 
1 1995/07/61 136 71 .49 34 368 1 33H 10.32 TEC TEN .610 EBALL 411 

1995/67/31 136 71 .32 57 MBN 048 35.69 TEC TEN .610 EBALL 411 
I 1993/06/01 136 71 .41 28 NON 1 03H 9.95 TEC TEN .610 ZRAHF 6IRISULT OF LEAD ANALYST RESOLUTION 
1 1993/06/01 136 71 .29 55 NON 1 03H 26.07 TEC TEN .619 ZBAHF 6IRESULT OF LEAD ANALYST RESOLUTION 
1 1993/06/01 136 71 .41 41 NON 1 04H 35.64 TEC TEN .610 ZBAHF 6IRESULT OF LEAD ANALYST RESOLUTION 
1 1993/06/01 136 71 .39 37 NON 1 07H 24.54 TEC TEN .610 ZBAHF 61RESULT OF LEAD ANALYST RESOLUTION 
1 1993/06/31 136 71 NOD 1 TSR TSR .610 ERSM 391 
1 1993/06/01 136 71 1.61 75 0B6 6 03H 9.79 04H 03H .610 ERSIM 301 
1 1993/96/01 136 71 1.73 95 36N 6 R3H 26.93 04H S3H .610 ERS1 R 301 
I 1993/06/01 136 71 1.68 89 3B6 6 048 35.89 0eS6 04 .610 ERSR 3OIRESULT OF DISCREPANCY RESOLUTION 
I 1993/06/01 136 71 1.74 107 NON 6 07H 24.82 08w 07H .613 ERSMR 3S1RESULT OF DISCREPANCY RESOLUTION 

1 63 72 .37 151 FSD 1 02H 3.63 TEC TEN .613 MBAAH 171RESULT OF HISTORY REVIEW 
1 53 72 .72 161 FSD 1 66C 10.25 TEC TEN .610 NSARR 171RESULT OF HISTORY REVIEW 
1 63 72 .17 125 FSD 1 04C 24.08 TEC TEN .613 ?SARH 17IRESULT OF HISTORY REVIEW 
I 63 72 .51 161 FSD 1 01C 36.38 TEC TEN .613 MNNA 171RESULT OF HISTORY REVIEW 
1 1999/10/91 63 72 INR 1 02H 3.94 TEC TER .610 MBALL 731 
I 1999/10/01 53 72 .36 119 FSb 1 06C 9.84 TEC TEN .610 MBALL 731RESULT OF HISTORY REVIEW 
I 1999/19/01 53 72 .20 91 FSD 1 04w 23.93 TEC TEN .610 MBALL 731RESULT OF HISTORY REVIEW 
I 1999/10/01 63 72 ]NR 1 01c 34.97 TEC TEN .610 MBALL 731 
I 1998/05/01 53 72 NOD 1 TSR TSH .610 ZPS3C 1371 
I 1995/07/01 53 72 .54 160 BON 1 02H 3.94 TIC TEN .610 EBALL 131 
I 1995/07/01 53 72 .69 149 MB3 1 06C 16.06 TEC TEN .610 EBALL 131 
1 1996/07/01 63 72 .56 151 3B0 1 01c 34.97 TEC TEN .610 EBALL 131 
I 19931/6/01 63 72 .68 161 04B4 1 02H 3.69 TIC TEH .610 Z-AJF 61 

1993/06/31 63 72 .22 133 PCT 39 1 S6C 9.69 TEC TEN .61 ZBAHF EIRESULT OF LEAD ANALYST RESOLUTION 
1993/06/01 63 72 NDD 1 TSH TSR .610 ERSHR 291 
1990/04/01 53 72 M6 1 02H 2.33 TEC TEN .610 EBALL 99l 
1990/04/01 53 72 368 1 02C -4.90 TEC TEN .619 EBALL 991 

56 73 .18 64 FSD 1 9XH 18.14 TIC TEN .619 MANNH 191RESULT OF HISTORY REVIEW 
1999/19/91 56 73 NOD TSH TSH .610 ZP53C 1191 
1998/05/01 59 73 1.13 73 NON 6 elH 17.89 TIC TEN .610 EBALL 91HISTORY REVIEW PERFORNED 
1998/•5/31 56 73 NOD 1 TSH TSH .610 ZPS3C 1391 
1996/11/01 56 73 .47 60 0S6 3 OI 17.87 TEC TEN .610 EBALL 121RESULT OF DISCREPANCY RESOLUTION 
1996/11/81 50 73 NDD 1 TSH TSH .610 ZPSNR 311 

62 73 .25 a9 FSD 1 03H 21.32 TIC TEN .610 MlANH 191RESULT OF HISTORY REVIEW 
1 1999110/91 52 73 NOD TSH TSH .610 ZPS3C 1211 
1 1998/05191 62 73 8DD 1 TSH TSH .610 ZPS3C 1391 
1 1996/11/91 62 73 .76 88 0B6 3 03H 21.33 TIC TEN .610 EBALL 1I2RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 62 73 OD0 1 TSH TSH .610 ZPSNR 311 

1 69 73 .23 150 FSD 1 048 18.04 TEC TER .613 3B84H 131RESULT OF HISTORY REVIEW 
I 1999116101 69 73 NDD TSH TSH .613 ZPS3C 1211 
1 1996/951/1 60 73 NOD 1 TSH TSH .610 ZPS3C 1391 
1 19961111/1 68 73 .81 194 068 3 04H 18.14 TEC TEN .610 ERALL 121RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 61 73 N0D 1 TSH TSH .610 ZPSNO 311 

74 73 .51 0 PCT 17 P2 VS6 -. 83 TEC TER .610 08ARH 131 

1 1999/110/01 74 73 NOD TSH TSH .610 ZPS3C 1211 
I 1998/05/01 74 73 NRD 1 TSH TSH .610 ZPS3C 1371 
1 1996/11/01 74 73 NDD I TEC TEN .610 EBALL 121 
1 1996/11/01 74 73 NOD 1 TSH TSH .610 ZPSN2 311 

86 73 .57 0 PCT 18 P2 VS6 -. 83 TEC TIN .610 0BARH 131 
1 1999/19/01 86 73 NOD TSH TSR .610 ZPS3C 1191 
1 1998/35/01 86 73 NDD I TSH TSR .610 ZPS3C 1371 
1 1996/11/01 86 73 NOD 1 TEC TEN .610 EBALL 121 

1996/11/N1 86 73 NOD I TSH TSR .610 ZPSN0 311 

126 73 .28 0 PCT 11 P2 VS4 .76 TEC TIN .610 0BAR8 131 
1 1999/10/01 126 73 NOD TSH TSH .610 ZPS3C 1211 
1 1998/05101 126 73 NODD I TSH TSH .610 ZPS3C 1371 
1 1996/1118L 126 73 .79 83 MN 3 948 -1.84 TEC TIN .610 EBALL 121RESULT OF DISCREPANCY RESOLUTION I 
1 1996/11/61 126 73 NOD 1 TSH TSH .610 ZPSH6 311 

49 74 1.01 N PCT 38 P2 6B6 -1.63 TEC TIN .610 3BA68 191 
1999/13/01 49 74 .57 PCT 16 02 0BH -1.70 TEC TEN .610 0BARH 171 
1998/N5/NI 49 74 NOD 1 TEC TER .610 EBALL 91 
1998/N5/N1 49 74 NOD 1 TSH TSH .610 ZPS3C 671 
1992103/01 49 74 NOD 1 TEV TEC .610 ZRAHF IlI 

57 74 .37 155 FSD 1 01H 26.66 TEC TEN .610 0BA8H 151RESULT OF HISTORY REVIEW 
67 74 .31 146 FSD I 02C 4.41 TEC TEN .610 0B68H ISIRESULT OF HISTORY REVIEW 

1996/65/01 57 74 NOD D TSH TSH .610 ZPS3C 1391 
1995/07/61 67 74 .33 145 08 1 02C 4.21 TEC TEN .616 EBALL 131 
1995/07/31 57 74 NRD 1 TSH TSH .620 Z313C 871 
1998/04/01 57 74 NRB 1 92C 3.90 TEC TEN .610 EBALL 991 
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1995187/S1 187 78 .49 160 INR 9 852 .89 TEC TEH .616 EBALL 131 

1993/961/1 107 78 .27 53 PI 61 V82 .92 TEC TEM .610 ZBAHF 6IRESULT OF LEAD ANALYST RESOLUTION 

19931/6/16 197 78 IRETEST - TEST WITH WEAR SCAR STANDARD IN-LINE 

1993106101 107 78 .16 PCT 8 M2 VI2 .89 97C TEH .610 ZBANF 261 

123 78 .26 139 FSI 1 03H 1.76 TEC TEN .610 MBAH 191RESULT OF HISTORY REVIEW 

123 78 .92 158 FSD 1 83H 7.49 TEC TEM .610 MBARH 191RESULT OF HISTORY REVIEW 

123 78 .19 82 FSP 1 03H 27.87 TEC TEH .610 lIARH 191RESULT OF HISTORY REVIEW 

123 78 .43 11 FSO 1 V82 24.38 TEC TEN .610 MMARH 191RESULT OF HISTORY REVIEW 

1999/1/01 123 78 .18 134 FSD 1 03H 1.65 TEC TEN .610 MBALL 711RESULT OF HISTORY REVIEW 

1 1999/18181 123 78 .52. 128 F.SD I . 93 7.22. ..... TEC TEN .610 MBALL 711RESULT OF HISTORY REVIEW 

1999/18/01 123 78 .6! i 12W:FRI 1 VI .2397 .- . . TIC TEN .610 OBALL 711RESULT OF HISTORY REVIEW 

1 1998/65/01 123 78 ND 1 TSH TISM .610 ZPS3C 1111 

1993/06101 123 78 .22 132 HSW 1 03H 1.78 TEC TEN .610 ZBAHF BIRESULT OF LEAD ANALYST RESOLUTION 

1993/06101 123 78 .84 161 1E4 1 03H 7.14 TEC TEN .610 ZCANF 61 

1999/04101 123 78 Wmm 1 03H 6.68 TEC TEI .610 EDALL 991 

131 78 .19 92 FSD 1 01S 12.66 TEC TEH .616 6BARH 19IRESULT OF HISTORY REVIEW 

1999/10161 131 78 .2H 122 FSD I O1H 12.73 TEC TEN .610 NBALL 731RESULT OF HISTORY REVIEW 

1998/6/511 131 78 NOD 1 TISH TIS .610 ZPI3C 1111 

19951071/1 131 78 .26 54 W61 1 6IH 12.88 TEC TEN .616 EBALL 411 

1 1993/06/01 131 78 .27 41 NON 1 01H 12.74 TEC TEN .616 ZBAHF 61RESULT OF LEAD ANALYST RESOLUTION 

1 1993/06/81 131 78 NRD I TSH TSH .610 ERS1 R 301 

1 1993106/01 131 78 1.73 69 1614 6 0I1 12.79 02H O1H .610 ERSHR 301 

I 82 79 6.62 15 DTS P1 TSH -1.65 TEC TEN .619 1AAMH 191 

1 1999/10/01 82 79 HNI TSH TS1 .616 ZPI3C 1251 

1 1998/05101 82 79 MN) 1 TSH TSH .616 ZPS3C 1111 

1996/11/01 82 79 NDD I TEC TEN .616 EBALL 111RESULT OF DISCREPANCY RESOLUTION 

1996/11/91 82 79 NDD I TIS TIS .616 ZPSNM 311 

""112 79 1.12 0 PCT 31 P2 VS2 .56 TEC TEH .610 1MBAH 191 

1999/10/01 112 79 ND TISM TSH .610 ZPS3C 1231 

1 1998/85/81 112 79 NHD 1 TIS TIS .616 ZPS3C 111l 

1 1996/11/01 112 79 NOD 1 TEC TEH .616 EBALL 101 

1996111/01 112 79 NOD 1 TISM SH .610 ZPSNM1 311 

138 79 1.24 6 PCT 28 P2 VS1 -. 56 TIC TEN .610 1MBARH 251 

138 79 1.57 0 PCT 32 P2 911 -. 47 TEC TE1 .616 1MARH 251 

138 79 1.32 H PCT 29 P2 V52 .62 TEC TEN .610 MBARH 251 

138 79 .96 8 PCT 24 P2 VS4 .95 TEC TEN .610 1MWH 251 

138 79 .75 8 PCT 21 P2 VS6 -. 81 TEC TEI .610 6M•RH 251 

136 79 .83 0 PCT 22 P2 VS6 1.81 TEC TEM .610 MARPH 251 

1999/10/61 138 79 .79 B PCT 20 M2 VS1 -. 47 TEC TEH .610 MBARH 171 

1999/1/6/1 138 79 .73 0 PCT 18 M2 VS2 .53 TIC TEN .610 1BAMH 171 

1999/10/91 138 79 .53 0 PCT 15 62 VS4 .64 TIC TEN .610 WBARH 171 

1999/10/01 138 79 .71 0 PCT 18 N2 VS6 -. 62 TIC TEI .610 NMARN 171 

1 1999/110/61 138 79 .53 8 PCT 16 62 VS6 .64 TEC TEI .610 HSARMH 171 

1999/110/1 136 79 NDD TSH TISM .610 ZPS3C 1231 

I 1998/05/01 136 79 .17 PCT 6 62 VSl -. 59 TIC TEI .610 EBALL 11 

1998/#6/01 138 79 .13 PCT 5 62 VS2 .70 TIC TEI .610 EBALL 11 

1998/05/61 138 79 .13 PCT S N2 VS4 .83 TEC TEI .610 E6ALL 11 

1998/05/01 138 79 .12 PCT 4 62 VH6 .92 TEC TEI .610 EBALL 1l 

1998/05/01 138 79 ND 1 TISH TISM .610 ZPI3C 1131 

1996111101 138 79 .28 PCT 6 63 VS1 -. 55 TEC TEI .610 EBALL 41RESULT OF DISCREPANCY RESOLUTION 

1 1996/11/01 136 79 .29 PCT 6 63 V82 .75 TEC TEI .610 EBALL 41 

I 1996111/N1 138 79 NOD 1 TSH YSM .610 ZPSNW 311 

1 1995/07/01 138 79 .62 PCT 10 11 VS1 -. 47 TEC TEI .610 E1ALL 411 

I 53 80 .51 160 FSI 1 83H 24.54 TEC TEN .610 6BM/H 17IRESULT OF HISTORY REVIEW 

53 80 .45 168 FSI 1 S2C 26.77 TIC TEN .610 M6BARH 17IRESULT OF HISTORY REVIEW 

1999/16/81 53 8O NOD TEC TEN .610 NBALL 731 

1998/05/81 53 68 NOD 1 TEC TEN .610 E1ALL 9l 

1998/05/01 53 68 NOD 1 TSH TSH .616 ZPS3C 1111 

1993/06/61 53 86 NOD 1 TIC TEI .610 ZBAHF 61 

1993/66/01 53 8 NOD TISM TISM .616 ERS6R 291 

69 68 .37 77 FSD 1 62C 12.22 TEC TEN .610 MBARH 17IRESULT OF HISTORY REVIEW 

19991101/1 69 68 .36 67 FSD 1 02C 12.03 TIC TEI .610 NBARM 17IRESULT OF HISTORY REVIEW 

1998/05/61 69 80 NOD 1 TISM TISM .616 ZPS3C 1111 

1993/06/61 69 80 .36 63 6BN 1 62C 12.22 TEC TEN .616 ZAHF 61RESULT OF DISCREPANCY RESOLUTION 

I 1990/04/01 69 89 M64 1 62C 11.30 TIC TEN .610 E6ALL 991 

109 88 1.28 8 PCT 26 P2 VS2 1.65 TEC TEN .619 1MARH 171 

1999/10/61 169 8s .86 PCT 28 N2 VS2 1.92 TEC TIM .616 NBARH 171 

1998/05/61 109 88 NOD 1 TSH TSH .610 ZPS3C 711 

1992/03/61 109 86 NOD 1 TEI TEC .619 ZBAPF ill 

113 89 29.09 11 DLG P1 TEM 18.13 TEC TEI .616 6BGMH 171 

1999/10/81 113 80 28.76 4 BLG 61 TEI 18.13 TIC TEI .618 0HALL 711 

1 1998/815/1 113 80 ND 1 TISM TISM .610 ZPS3C 111l 

1 19931/6/01 113 80 NOD 1 TEC TEH .619 Z6AHF 61 

I 117 80 .17 129 FSD 1 TSI 5.91 TEC TEN .610 N8•AM 171RESULT OF HISTORY REVIEW 

1 117 80 .18 165 FSD 1 92C 31.14 TEC TE1 .618 MSARH 171RESULT OF HISTORY REVIEW 

1 1999/18/01 117 86 .26 127 FSD 1 TSI 6.32 TEC TEN .616 /BALL 711RESULT OF HISTORY REVIEW 

1 1999/10/61 117 80 .13 139 FSD 1 02C 31.23 TIC TEH .610 N/ALL 711RESULT OF HISTORY REVIEW 

1 1998/85/01 117 80 NOD 1 TSH TSH .610 ZPS3C 1131 

1 1993/06/01 117 88 NHD 1 TIC TEH .610 ZBANF 6! 

70 91 .16 20 FSD 1 04H 26.16 TEC TEH .618 MSAMH 171RESULT OF HISTORY REVIEW 

1998/05/01 76 81 .68 106 HOW 3 04H 26.16 TIC TEI .610 E1ALL 11IRESULT OF DISCREPANCY RESOLUTION 

1998/85/H1 70 81 ]HISTORY REVIEW PERFORNED 

1996/85/H1 70 81 NOD 1 TSH ISH .610 ZP3C 751 

92 81 .62 156 FSD 1 TIH 10.03 TEC TEI .610 WMARH 171RESULT OF HISTORY REVIEW 

1998/651/1 92 81 .97 115 6GM 3 TSH 16.26 TEC TEN .610 EDALL 111RESULT OF DISCREPANCY RESOLUTION 

1 1998/05/81 92 81 IHISTORY REVIEW PERFORMED 

19989/5/01 92 81 NDD 1 TIN TSH .610 ZPS3C 771 

98 81 .60 6 PCT 15 P2 VS2 .65 TIC TEI .610 1MBARH 17! 

98 81 1.12 6 PCT 25 P2 V14 -.85 TEC TEM .6101 6MMH 171 

1999/16/01 98 81 .33 143 FSD 1 DSM -. 28 TEC TEN .610 WMARH 171RESULT OF HISTORY REVIEW 

1999/16/81 98 81 1.14 0 PCT 26 142 VS4 -. 56 TEC TEI .610 MSARH 171 
1999/18/01 98 81 .21 97 VOL 2 IBH .14 0 .657 111 IBH DBH .5N0 ZPUSN 471RESULT OF UBEND .PT SIZ7NG ANALYSIS 

1999/10161 98 81 NDD TSH 7S1 .610 ZPR3C 1251 

1998/065/01 98 81 .20 PCT 8 142 VS4 -. 87 TEC TEN .610 E1ALL 9RIESULT OF DISCREPANCY RESOLUTION 

1998/H5/01 98 81 NDD 1 TISM TISM .610 ZPS3C 711 

164 81 .37 23 FSD 1 TISM 11.19 TEC TEI .610 BARNH 171RESULT OF HISTORY REVIEW 

1998/H51/1 104 81 .72 69 68M 3 TISM 11.51 TIC TEI .610 ESALL 91RESULT OF DISCREPANCY RESOLUTION 

I 1998/00101 164 81 IHISTORY REVIEW PERFONMED 

I 19981/5/t1 104 81 NOD 1 TS TISM .610 ZPS3C 711 

116 61 .75 0 PCT 20 P2 VS7 -. 81 TEC TEI .610 66ARN 17! 

19986/5/01 116 81 NDI 1 TEC TEI .610 EBALL Ill 

19981605/e1 116 81 NOD 1 TISM TSH .610 ZPS3C 711 

138 81 .70 B PCT 20 P2 VS4 -. 78 TEC TEI .610 MBARH 251 

19991101/1 138 81 NDD TEC TEN .610 66/ALL 891 

19981051/1 136 81 NOD 1 TEC TEI .610 EBALL 9IRESULT OF DISCREPANCY RESOLUTION 

1998/05/01 138 61 NOD 1 TISM TSH .610 ZPS3C 711 

1998165/H1 138 61 NOD 1 TSM TSH .610 ZPS3C 771 

1995/07/01 138 81 NHD 1 TEC TEN .610 E1ALL 411 

63 82 .69 8 PCT 19 P2 VS4 .90 TIC TEI .610 NBAMH 171 

63 82 .25 152 FSO 1 SiC 22.96 TEC TEI .616 H68AM 171RESULT OF HISTORY REVIEW 

1 1999110/01 63 82 .87 0 PCT 19 M2 VS4 54 TEC TEI .616 N8ALL 731 

1 1999/110/1 63 62 NOD TISM TISM .619 ZPS3C 1191 
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1998/05/01 63 82 NOD 1 TSO TON .610 ZPS3C 751 

1993/06/91 83 82 NOD 1 TEC TEN .610 ZA3F 61 

163 82 .a4 0 PCT 21 P2 9S2 .54 TEC TEN .610 NEARH 171 

1999110/61 103 82 NOD TEC TEN .610 leARH 171 

1998/05/61 103 82 NOD 1 TSO TSO .610 ZP53C 771 
1992/03/11 163 82 NOD 1 TEN TEC .619 ZSAMF 111 

107 82 1.43 0 PCT 29 P2 VS2 -. 57 TEC TEN .610 WBARH 171 

167 82 .77 0 PCT 20 P2 V92 .65 TEC TEN .610 146AR6 171 

1999/110/1 167 82 1.30 0 PCT 27 142 V92 -. 57 TEC TEN .610 W489H 171 

1999/1/01 107 82 .61 '0. POT 16 M142 95 .1 .:. . TEC TEN .610 18AR8 171 

1996/05/01 167 82 .33 PCT 16 "4i 9S2 -. 9 5 TEC TEN .610 EBALL 11 
1998/05/01 107 82 .28 PCT 9 142 VS2 .92 TEC TEN .610 EBALL 11 

1998/05/01 107 82 NOD 1 TSH TON .610 ZPS3C 1131 

1 1996/11/01 107 82 .48 PCT 9 M3 VS2 -. 96 TEC TEN .610 EBALL 41RESULT OF DISCREPANCY RESOLUTION 

1 1996/11/01 107 82 .39 PCT 6 13 VS2 1.98 TEC TEN .610 EBALL 41RESULT OF DISCREPANCY RESOLUTION 

1 1996/11/01 107 82 N6D 1 TSH TSH .610 ZPSNM 311 

1 1995/07/01 107 82 .68 PCT 11 11 VS2 -. 7S TEC TEN .610 EBALL 131 

1995/07/01 107 82 .46 PCT 7 11 V92 .92 TEC TEN .610 EBALL 131 

1 1993/06/61 107 82 .34 125 PF Ni VS2 -. 87 TEC TEN .610 ZBAHF 71RESULT OF LEAD ANALYST RESOLUTION 

1 1993/86/01 197 82 IRETEST - TEST WITH WEAR SCAR STANDARD IN-LINE 

1993/06/01 107 82 .42 76 P1 01 V92 .90 TEC TEN .610 ZBAHF 71RESULT OF LEAD ANALYST RESOLUTION 

1993/06/61 107 82 .25 PCT 14 N2 V92 -. 75 06C TEN .610 ZBAMF 261 

1993/096/01 107 82 .31 PCT 16 12 VS2 .81 O6C TEN .610 ZBAHF 261 

1993/06/01 107 S2 17.42 168 WAR 3 V92 -. 74 VS4 036 .684 ZRUFH 331RE9ULT OF DISCREPANCY RESOLUTION 

1993/06891 107 82 19.15 169 WAR 3 9S2 .82 V94 08N .S8" ZROFH 331RESULT OF DISCREPANCY RESOLUTION 

189 82 .29 33 FSD 1 048 9.84 TEC TEN .610 lBARH 171RESULT OF HISTORY REVIEW 

1999/16/01 109 82 .34 98 FSD 1 04H 9.81 TEC TEN .616 M8ARN 171RESULT OF HISTORY REVIEW 

1998/051601 109 82 NODD 1 TSH TON .618 ZPS3C 771 

1996/11/01 189 82 .94 97 N8N 3 04H 10.07 TEC TEN .610 EBALL 4IRESULT OF DISCREPANCY RESOLUTION 

1992/03/01 189 82 NOD 1 TEN TEC .619 ZBAHF Ill 

113 82 .60 25 DSS P1 02C -. 38 TEC TEN .616 WEARN 191 
1998/05/01 113 82 N0D 1 TSH TON .616 ZPS3C 1111 

1996/11/01 113 82 NODD 1 TEC TEN .610 EBALL 41 

1996/11101 113 82 ND0 1 TSH TSH .616 ZPSNW 311 

121 82 1.09 0 PCT 25 P2 9S6 .83 TEC TEN .616 MEAN 811 

1999/10/01 121 82 3.27 184 ONG 1 07H 23.32 TEC TEN .610 lEARN 171 

1999/10/01 121 82 NOD TSH TSH .610 ZPS3C 1231 

1 1998/95/01 121 82 NOD 1 TON TSO .610 ZPS3C 771 

S1996/11191 121 82 NOD 1 TSH TSR .610 ZPSN 311 

1 1995/97191 121 82 NOD 1 TSH TON .620 Z353C 751 

1 1992/03/91 121 82 NOD 1 TEN TEC .610 ZAHF 111 

125 82 .72 0 PCT 19 P2 VS1 -. 87 TEC TEN .610 NWARH 171 

1 19981/5191 126 82 NODD 1 TSH TSO .610 ZPS3C 1111 
1 1896/11101 126 82 NODD 1 TEC TEN .616 EBALL 171 
1 1996111/01 125 82 NODD 1 TSH TON .610 ZPSNN0 311 

1 135 82 1.14 0 PCT 27 P2 V97 -. 96 TIC TEH .610 IBARH 251 

1 135 82 1.03 0 PCT 25 P2 9S7 .87 TEC TEN .619 1489H 251 

1999/10101 135 82 .78 0 PCT 19 N2 NS7 -. 64 TEC TEN .610 N8ARH 171 
1999110/01 135 82 .58 0 PCT 16 N2 V97 .64 TEC TEN .610 ONARH 171 

1998195101 136 82 .16 PCT 6 N2 9S7 -. 94 TEC TEN .610 EBALL 11 

1898/06/01 135 82 .27 PCT 9 N2 907 .91 TEC TEN .610 EBALL it 

1898/051/1 135 82 NOD 1 TON TSO .610 ZPS3C 1111 
1996/11101 135 82 I5R N3 VS7 -. 94 TEC TEN .610 E6ALL 41RESULT OF DISCREPANCY RESOLUTION 

1996/11101 135 82 NOD 1 TSR TSR .610 ZPSNN 311 

1995/07101 135 82 .69 PCT 11 11 VS7 -. 93 TEC TEN .610 EBALL 411 
1993/06191 135 82 NODD 1 TEC TEN .610 ZBAHF 71 

54 83 .26 28 FPD 1 S2C 32.98 TEC TEN .610 NBARH 191RESULT OF HISTORY REVIEW 

1999/10/01 64 83 INR 1 S2C 32.49 TEC TEN .619 NBALL 731 
1998/05/01 64 83 .75 101 ENm 3 S2C 32.49 TEC TEN .619 EBALL 91RESULT OF DISCREPANCY RESOLUTION 

199819/6/1 54 83 IHISTORY REVIEW PERFORNED 

19981/5101 64 83 NOD 1 TSH TSH .618 ZPS3C 1111 
1995107101 54 83 NODD 1 TEC TEN .610 EBALL 131 

1995167/01 54 83 NODD 1 TIN TON .620 Z3S3C 731 

82 83 .49 126 FSD 1 61H 6.60 TEC TEN .610 lARNH 191RESULT OF HISTORY REVIEW 

1998/05/01 82 83 NOD 1 TSO TSH .610 ZPS3C 1131 

1 1995107/01 82 83 .46 132 148 1 N1H 7.10 TEC TEN .610 EBALL 131 
1 1995/07/01 82 83 NOD 1 TSH TON .626 2353C 761 

1 D999104101 82 83 WEN 1 018 6.40 TEC TEN .610 EBALL 991 

92 83 .36 6 PCT 18 P2 6SH .83 TEC TEN .610 NSARH 191 
92 83 .16 136 VOL 3 95H .02 OSH OSN .616 ZPS3C 1831 
92 83 .41 117 VOL 3 06H .89 06H 05H .610 ZPS3C 1831 

1998/05/01 92 83 DOD I TSR TSH .610 ZPS3C 1131 
1996/17/91 92 83 NOD 1 TEC TE1 .610 EMALL 141 

1995/47/51 92 83 NOD 1 TOH TSH .620 2353C 751 

114 83 .22 157 FSO 1 6414 6.58 TEC TEN .610 lEARN 171RESULT OF HISTORY REVIEW 
1998/05/01 114 83 NOD 1 TSRH TSH .610 ZP93C 111l 

1995/07101 114 83 NOD 1 TEC TEN .616 EBALL 141 

1995107/51 114 83 NOD 1 TSR TSH .629 23S3C 751 

79 84 .46 8 PCT 26 P2 9S4 -. 99 TEC TEN .610 1BARH 191 
79 84 .32 145 FSD 1 9S4 4.87 TEC TEN .610 4BARH 191RESULT OF HISTORY REVIEW 

1999/10/01 79 84 INR 1 94H4 29.33 TEC TEN .610 lEARH 171 
1999/10/01 79 84 I1R 1 86H 23.59 TEC TEN .616 lEARH 171 
1999/10/01 79 84 .63 0 PCT 17 N2 9S4 -. 73 TEC TEH .610 NEARH 171 
1999/19101 79 84 .25 88 FS 1 9S4 4.42 TEC TEH .610 l•ARN 171RESULT OF HISTORY REVIEW 

1999/10/01 79 84 .68 168 FSO 1 VS4 11.46 TEC TEO .610 lBARH 171RESULT OF HISTORY REVIEW 

1 1998/05/01 79 84 .12 65 N16 3 VS4 4.42 TEC TEH .610 EBALL I1RESULT OF DISCREPANCY RESOLUTION 

1 1998/05/01 79 84 IHISTORY REVIEW PERFORNED 

i198/05/01 79 84 1.54 83 068 6 9S4 11.76 TEC TE1 .610 EBALL 1IRESULT OF DISCREPANCY RESOLUTION 

1998/05/01 79 84 IHISTORY REVIEW PERFORNED 

1998/05/01 79 84 NOD 1 TSH TSH .610 ZPs3C 1111 
1996/11/01 79 84 INR 3 64H4 29.68 TEC TEO .610 EBALL 111RESULT OF DISCREPANCY RESOLUTION 

1996/11/01 79 84 INR 3 86H 23.65 TEC TER .610 EBALL 111RESLT OF DISCREPANCY RESOLUTION 
1996111/01 79 84 .34 86 1O4 3 9S4 4.44 TEC TEN .616 EBALL 111RESULT OF DISCREPANCY RESOLUTION 
1996/11/01 79 84 .61 152 NBR 1 9S4 11.43 TEC TEN .610 EMLL I1RESULT OF DISCREPANCY RESOLUTION 

1996/1110/1 79 84 INISTORY REVIEW PERFORNED 

1996/11/01 79 84 NOD 1 TON TSH .610 ZPSNN 301 

1995/071/1 79 84 .32 162 146 1 04H 29.57 TEC TEN .610 EBALL 131 
1995107/01 79 84 .47 160 146 1 068 23.64 TEC TEN .619 EBALL 131 

1995/37/01 79 84 .64 154 PCT 11 1 9S4 11.39 TEC TER .610 EBALL 131 

1993/96/01 79 84 .28 157 0O6 1 044 29.00 TEC TEH .610 ZBANF 71 
1993/96/61 79 84 .48 158 mom 1 06H4 23.66 TEC TEN .610 Z8ANF 71 
1993/66/81 79 84 .71 162 060 1 9S4 11.46 TEC TEN .616 ZANF 71 

1992103/01 79 84 .73 153 PCT 12 3 9S4 11.36 TEN TEC .610 ZBAHF lOIRESULT OF DISCREPANCY RESOLUTION 

1990164101 79 84 .69 156 NO8 1 04H 28.36 TEC TEN .610 EBALL 481 

1990/64/61 79 84 .90 161 MO8 1 06H 22.40 TEC TEN .610 EMALL 481 

131 84 .23 147 FSD 1 VS2 13.68 TEC TEN .610 0B68H 271RESULT OF HISTORY REVIEW 
1999/18/01 131 84 INF 1 VS1 15.16 TEC TEN .619 0B68H 171RESULT OF HISTORY REVIEW 
1998/65/01 131 84 ODD I TSH TSH .610 ZPS3C 751 

1 1995/07/01 131 84 .25 153 080 I VS1 15.16 TEC TEN .619 EBALL 411 
1 1992/03/01 131 84 NODD 1 TEN TEC .610 ZBANF 101 

56 85 .21 52 FSD 1 93H 22.63 TEC TEN .610 06A8H 191RESULT OF HISTORY REVIEW 
56 65 .17 16 FSD I BOC 8.91 TEC TEN .619 0BA8H 191RESULT OF HISTORY REVIEW 

1999116/81 56 65 NOD TSH TSRH .610 ZPS3C 1191 

1996105/01 56 85 NODD 1 TSH TSH .610 ZPS3C 1111 
1996/11/81 56 85 .55 96 888 3 83H 22.23 TEC TEN .610 EBALL 121RESULT OF DISCREPANCY RESOLUTION 
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I 1999/1S/R1 
1998/o5/Si 
1998/05/1i 
1998/$6/61 

1999/19/01 
1998/05/51 
1996/165/l 

1999/10/01 
1998/05/01 
1993/06/01 

1999/10/01 
1998/96/01 
1992103/01 

I 1998/05/01 
1996/11/01 
1996/11/61 

1999/19101 
1998/065/61 
I199/07/01 
1995/67/01 

1999/10/S 
1998/05/Si 
1993/68/01 

1999/10/Si 
1999/iS/01 
1998/05/01 
1995/07/S1 
1995/07/61 

1999/16/51 
1998/65/01 
19931/06/01 

I19919/5/SI 
1 19951/97/01 

19956/7/01 
1990/04191 
1990/04/01 

1999/11011 
1999/10101 
1998/06/01 
1995/07191 
1995/97/61 

1999/10/61 
1999/10/01 
1998/05/01 
1995/17/01 
19951607/01 

1998/05/S1 
1998/$6/01 
1998/065/1 
1998/05/S1 
1990/04/61 

1999/10/01 
1998/05/31 
1992/03/01 

1999110/SI 
1999/10/0I 
1999/10/01 
1999/10/01 
1998/56/91 
1998/05/01 
1998/065/01 
1998/05/51 

19o9/le/S1 
1999/16101 
1998/05/01 
1998/05/01 
1998/05/01 
1996/55/01 

1999/10/S1 
1999/1e/Si 
1998/05/S1 
1993/56/1S 

1999/1i/01 
1998/05/S1 
1996/11/61 
I1996/11/01 
1996/11/01 
1990/04/01 

1999/10/S1 
19981951/ 1 
S1996111/S1 
1996/11/51 
1996/11/01

122 
122 
122 
122 
122 
122 

124 
124 
124 
124 

71 
71 
71 
71 

103 
103 
103 
103 

125 
125 
125 
125 

74 
74 
74 
74 
74 

Be 
8e 
Be 
86 

98 
98 
98 
98 
98 
98 

SO8 
le8 
108 
108 

118 
118 
118 
118 
118 
118 

124 
124 
124 
124 
124 
124 
124 

126 
126 
126 
126 
126 
126 
126 

47 
47 
47 
47 
47 
47 
47 

67 
67 
67 
67 

71 
71 
71 
71 
71 
71 
71 
71 
71 
71 
71 

107 
107 
167 
107 
107 
107 
167 

117 
117 
117 
117 
117 

74 
74 
74 
74 
74 
74 
74 

76 
76 
76 
76 
76 
76

.35 116 DES P1 

.33 102 DOS P1 

.40 143 OSI ml 

.32 119 DOS MI 
MOD I 
HOF 3 

1.66 0 PCT 32 P2 
.80 0 POT 16 62 
.20 PCT 8 K2 

863 43 NO6 P1 
NOD 
MOD I 
MID 1 

.66 0 PCT 23 P2 

.52 0 PCT 12 M2 
MDI 1 

NID I 

.61 0 PCT 22 P2 

NSD 1 
MOD 1 

.27 145 FSD 1 
NOO 
NDD 1 
MOO 1 
NMD 1 

.40 32 FSO 1 

.40 39 FSD 1 
NOD 1 
NOD 1 

.29 168 FSD 1 

.35 143 FSD 1 
NOD 
NOD 1 
MIOD I 
NOD 1 

.63 168 FSD 1 
NOD 
NOD 1 
NOD 1 

.45 158 FSD 1 
NMD 1 
MOO I 
800 1 

M8M 1 
68N 1 

.92 0 PCT 24 P2 
1.00 0 PCT 25 P2 

.43 0 PCT 11 142 

.66 5 PCT 14 K2 
NDD 1 
MOD 1 
NOD 1 

1.24 0 PCT 28 P2 
.86 0 PCT 23 P2 
.76 0 PCT 16 K2 
.36 0 PCT 19 M2 

NOD 1 
NOD 1 
MOD 1 

.53 143 FSD 1 
1.53 5 PCT 34 P2 

IMF 6 
1.47 68 P48/4 6 

NOD 1 
68/4 1 

1.00 47 PVN 3 
NOD 
MOD I 
NDD 1 

.34 62 VOL 3 

.72 5 PCT 21 P2 
INR P42 

.47 136 DSS P1 

.40 151 FSD 1 
3.66 15 OLD m1 

.33 R8S 51 

.19 PCT 9 42 
2.08 72 MGN 6 

NOD 1 

1.48 9 PCT 31 P2 
.74 0 PCT 15 M2 

INR M2 

.16 R8S MI1 

.25 PCT 11 M2 

.18 PCT 8 M2 
NOD 1 

.36 79 PLP 16 
NDD 

.36 76 PLP 10 

.35 81 PLP 1s 
NOD 1 

.62 9 PCT 22 P2 
NOD 
NOO I 
IMPF 
1NR 1 
MOD 1 

1.14 161 M0616 

.26 72 FSD I 
NOD 
NOD 1 

.21 48 MGM 1 

NOD 1

TSH 

02C 
Sec 
vs4 
02c 
02C 
TIC 
VS4 
V$4 
02c

.g6 

.83 

.82 
-. 79 

.88 
18.83 
16.57 
-1.06 
-1.28 

.54

06H -. 42 
06H -. 37 

86H -. 34 
06H -. 45 

66H -. 45 

V92 .37 
VS2 .90 
VS2 .:9 

TSH .55 

V92 -. 62 
V92 -. 42 

VS2 -. 62 

TSH 16.35 

Ol 32.68 
SiC 32.49 

01H 30.58 
01H 30.46 

VS6 3.90 

S6C 23.08

VS2 .76 
V62 .40 
VS4 -. 06 
VS2 1.19 
VS2 .76 
VS4 -. 14 

TSH .44 

T13 .59 
TSH .53 

VS4 .98 

01c 9.95 
61c 11.83 

10C 9.98 

02H 19.96 

028 19.63

88 97 .25 88 VOL P3 03C -. 37

07C 
TEC 
TEC 
TEC 
TSH 
96H 

TEC 
TEC 
TEC 
1TO 

TEC 
TEC 
TOM 
TEC 

TEC 
TEC 
TOM 
TEN 

TEC 
TSH 
TEC 
TO1 

TEC 
TON 

TON 
TEC 

TEN 

TEC 
TEC 
TSN 
TEC 

TEC 
TEC 
T13 
TSH 
TEC 
TBS 

TEC 
TEC 
T16 
TEC 

TIC 

TOM 
TEC 
TOM 
TEC 
TEC 

TEC 
TEC 
TEC 
TEC 

TSH 
TEC 
TSH 

TEC 
TEC 
TEC 
TEC 
TIC 
TEC 

TSH 

TEC 
TEC 
TEC 
TEC 

TSH 
TEC 

TSH 
TEC 
TON 
TEC 

62C 
TEC 
TEC 
TEC 
TEC 
TEC 
TEC 
TEC 
TEC 

TON 

TEC 
TEC 
TEC 
TEC 
TEC 
TEC 
TSH 

TIC 
TEC 

TBN 

TISH 
TEC 

TEC 
TSH 

TSH 
TEC 
TEC 
TSH 
TEC 

TEC 
TSH 
TSH 
TEC 

TSH

TE1 
TIN 
TEN 
TEN 
TOM 
06H 

TEN 
TEN 
TEN 
TOM 

TEN 
TEN 
TOM 
TEN 

TEN 
TEN 
TOM 
TEC 

TEN 
TSH 

TEN 

TOM 

TEN 
TOM 

TEN 
TOM 

TEH 
TEN 
TSH 
TEN 

TEH 
TEN 
TSH 
TOM 
TEN 
TON 

TEH 
TEH 
TSH 
TEH 

TEH 
TOM 
TEH 
TSH 
TEN 
TEN 

TEH 
TEH 
TEN 
TEN 

TEN 
TON 

TEN 

TEH 
TEH 
TEN 

TEN 
TON 

TEN 
TEN 

TEH 
TEN 

TEH 
TEN 

TSH 
TEN 

TSH 

TEC 

02C 
TEH 
TEN 
TE1 
TE1 
TE1 

TEH 
TEN 
TEN 

TBS 

TEH 
TEN 
TE1 

TEN 
TEN 
TEN 

TOM 

T3M 

TEN 
TON 
TO1 
TEN 

TEN 
TON 

TOM 
TEN 
TEN 
TOM 
TEN 

TEN 
TSH 
TON 
TEN 

TSH

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.619 

.610 

.620 

.610 

.619 

.610 

.610 

.610 

.616 

.610 

.610 

.61S 

.620 

.610 

.610 

.610 

.610 

.610 

.616 

.616 

.620 

.616 

.610 

.610 

.610 

.616 

.610 

.610 

.610 

.6280 

.610 

.610 

.610 

.610 
.610 
.610 
.620 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.616 

.610 

.610 

.610 

.610 

.616 

.610 

.610 

.610 

.610 

.610 

.610 

.616 

.610 

.611 

.610 

.610 

.610 

.610 

.616 

.616 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.610 

.616 

.610 

.610 

.610

REARM 

ESALL 
ZPS3C 
ZPS3C 

MSARH 
EbALL 
ZPS3C 

14SARH 
P8ALL 
ZPS3C 
ZBAMF 

W8ARH 

ZPS3C 
ZBAHF 

MBARH 
ZP$3C 
EGALL 
ZPS~m 

ZP$3C 
ZPS3C 
EBALL 
Z3S3C 

MBARH 

ZPS3C 

ZBAHF 

MSALL 
ZPS3C 
ZPS3C 
EBALL 
Z363C 

HOARM 
ZP03C 

ZBANF 

HSANH 
ZPS3C 
EBALL 
Z333C 

EBALL 
EBALL 

P86/RH 

HOARH 
MRALL 

ZPS3C 

EBALL 
Z333C 

NBARH 
NSANH 
MBALL 
MIALL 
ZPS3C 

EBALL 
Z363C 

NSARH 

ESAL L 
EBALL 

ZPS3C 
EBALL 

ZPS3C 
MSARH 
zP83C 
ZBAHF 

ZPS3C 

MOARH 

"NEARM 
NSARN 

ERALL 
EBALL 
EBALL 

ZPS3C 

REARM 
HSANH 
HEARN 
EBALL 
EBA2L 
EBALL 
ZPS3C 

ZPS3C 
IBALL 

ZPS3C 
ZPS3C 
ZSAHF 

P8B/RH 

ZPS3C 
ZPS3C 

EBALL 
EBALL 
ZPSNN 
ESALL 

PBANH 
ZPS3C 

ZPS3C 

ESALL 

EBALL 

2P030

83C 63C .610 ZPS3C 41
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251RESULT OF HISTORY REVIEW 
871RESULT OF HISTORY REVIEW 
231RESULT OF HISTORY REVIEW 
131RESULT OF LEAD ANALYST RESOLUTION 
81) 

1411 

25) 
231 
131RESULT OF DISCREPANCY RESOLUTION 
81) 

271R7EULT OF HISTORY REVIEW 
771 
791 

271 
231 

81 

271 
1671 

31RESULT OF DISCREPANCY RESOLUTION 
301 

25IRESULT OF HISTORY REVIEW 
123) 
1971 

151 
781 

251RESULT OF HISTORY REVIEW 
791RESULT OF HISTORY REVIEW 
791 

8JRESULT OF DISCREPANCY RESOLUTION 

251RESULT OF HISTORY REVIEW 
771RESULT OF HISTORY REVIEW 

1231 
1071 

161 
771 

258RESULT OF HISTORY REVIEW 
231 
791 
6)RESULT OF DISCREPANCY RESOLUTION 

2516RESULT OF HISTORY REVIEW 

151 

761 
99) 
991 

25) 
25) 
791 
791 

109) 
151 
751 

251 
251 
791 
791 

1o91 
151 
751 

271RESULT OF HISTORY REVIEW 
271 
15)RESULT OF DISCREPANCY RESOLUTION 
151RESULT OF DISCREPANCY RESOLUTION 

HISTORY REVIEW PERFORMED 
791 
99) 

1591 
231 
all 81) 

41 
251 
231RESULT OF HISTORY REVIEW 
231RESULT OF HISTORY REVIEW 
231RESULT OF HISTORY REVIEW 
231RESULT OF HISTORY REVIEW 
151RESULT OF DISCREPANCY RESOLUTION 
251 
251RESULT OF DISCREPANCY RESOLUTION 

1H0STORY REVIEW PERFORMED 
79) 

251 
231 
231 
158RESULT OF DISCREPANCY RESOLUTION 
251 
261 
611 

1131 
831 

1251 
811RESULT OF DISCREPANCY RESOLUTION 
al 

271 
125) 
1091 

131RESULT OF DISCREPANCY RESOLUTION 
131RESULT OF DISCREPANCY RESOLUTION 
301 
541 

271RESULT OF HISTORY REVIEW 
1251 

131RESULT OF DISCREPANCY RESOLUTION 
I8ISTORY REVIEW PERFORMED 

361

08w 6.66 
06w 22.20 

VS4 -. 84 
VS4 .81 
VS4 -. 76 
VS4 .64 

VS4 -. 98 
VS6 1.01 
VS4 -. 71 
VS6 .72 

03H 31.93 
VS4 .88 
13H 30.66 
R3H 32.05 

03H 36.60
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88 97 1.71 6 PCT 36 P2 63C -. 44 TEC TEN .616 MBARH 271 
1999"16/01 88 97 NDD TSH TSH .610 ZPS3C 1251 
1998/65/01 88 97 ND5 1 TSH TSH .610 ZPS3C 1411 
1996/11/61 68 97 2.14 116 66M 3 65H 23.63 TEC TEN .616 EBALL lIRESULT OF DISCREPANCY RESOLUTION 
1996/111/1 88 97 .79 167 66M 1 63C -. 60 TEC TEN .610 EBALL 11 
1996/11/61 88 97 MOO 1 TSH TSH .610 ZPSNM 361 
1999/64/61 88 97 1.72 161 ENB 1 6H -6.64 TEC TEN .61: EBALL 641 
1996/64/61 88 97 .86 114 MEN 1 63C -1.44 TEC TEN .616 EBALL 641 

136 97 1.41 6 POT 36 P2 VS7 -. 99 TEC TEN .616 NBARH 251 
1999116/61 136 97 .57 6 PCT 19 ... 2 vs6 -. 74 TEC TEN .616 6AL.L I91 
199916/61 136 97 6 6 : .TSH TSH .616 ZPOIC 1261 
199/056061 136 97 N60 1 TSO TSO .610 zPS3C 1671 
1996111/61 136 97 ND8 1 TEC 649 .616 ERALL 11 
1996111101 136 97 NOD 1 TEC TEH .616 EBALL 171RESULT OF DISCREPANCY RESOLUTION 
1996/111/1 136 97 N6D 1 TSO TSH .610 ZPSNM 301 
1996167101 136 97 NOD 1 TEC TEN .610 EBALL 431 

47 98 .91 6 PCT 24 P2 VS4 .71 TEC TEN .610 MBARH 261 
1999/10161 47 98 .76 0 POT 15 M2 VS4 .57 TEC TEN .610 NBARN 271 
1999116/61 47 98 IN6 1 TSC 4.45 TEC TEN .616 lBARH 271 
1999116/61 47 98 IN6 1 TSC 7.39 TEC TEN .616 I BARH 271 
1999/16161 47 98 INR 1 TSC 8.88 TEC TEN .616 MBARN 271 
1998/651 47 98 .17 PCT 7 42 V94 .66 TEC TEN .616 EBALL 131RESULT OF DISCREPANCY RESOLUTION 
1998/616/1 47 96 .24 69 H6m 3 TSC 4.79 TEC TEN .616 EBALL 131RESOULT OF DISCREPANCY RESOLUTION 

199/065/61 47 98 INISTORY REVIEW PERFORMED 
1999/66/61 47 98 .27 92 6BN 3 TSC 7.21 TEC TEN .616 EBALL 131RESULT OF DISCREPANCY RESOLUTION 

1999/65/61 47 98 IHISTORT REVIEW PERFPRNED 
199/665/61 47 98 .26 77 6B6 3 TOC 8.44 TEC TEH .610 EBALL 131RESULT OF DISCREPANCY RESOLUTION 
1998/66/61 47 98 INIOTONT REVIEW PERFONNO 
1998/65/61 47 98 NOD 1 TSH TOS .610 ZP3C , 1061 

1996/11/01 47 98 .83 POT 10 62 VS4 .81 TEC TEN .616 EBALL 13RRESULT OF DISCREPANCY RESOLUTION 
1996/11/61 47 98 .19 13 66M 1 TsOc 4.65 TEC TEN .616 EBALL 13IRESULT OF DISCREPANCY RESOLUTION 
1996111/61 47 98 IRISTORY REVIEW PERFORNED 
1996/11/61 47 98 .64 66 666 1 TSC 7.66 TEC TEN .616 EBALL 13IRESULT OF DISCREPANCY RESOLUTION 
I 199N611618 47 98 IHISTORY REVIEW PERFONNED 
1996/11/61 47 98 .68 52 6M6 1 TSC 8.15 TEC TEN .618 E6ALL 13IRESULT OF DISCREPANCY RESOLUTION 

1996/11/61 47 98 IHISTORY REVIEW PERFORNED 
I996/11/61 47 98 ND0 1 TSH TOH .616 ZPSNM 361 

1 1996/07/61 47 96 .62 PCT 16 11 VS4 1.66 TEC TEH .616 EBALL 571 

1 1993/66/:1 47 98 .22 88 PI 61 VS4 .89 TEC TEN .616 ZBAMF 211RESULT OF LEAD ANALYST RESOLUTION 
1993/661 47 98 RETEST - TEST WITH WEAR SCAR STANDARD IN-LINE 

1993/96/Ni 47 99 .19 POT 12 62 VS4 .84 04C TEN .616 ZBANF 261 

1993/66/61 47 96 DOD 1 TSH TSH .616 ERSMR 291 

163 98 .22 99 FSOD 1 N1H 29.51 TEC TEN .616 lEARH 271RESULT OF HISTORY REVIEW 
1999/16/61 163 96 .18 111 FSD 1 6l1 29.47 TEC TEN .616 14ARH 231RESULT OF HISTORY REVIEW 
1999/16101 163 98 0O0 TSH TSH .616 ZPS3C 1411 
1998/66/61 163 98 N0D 1 TIH TSH .616 ZP53C 611 
1992/63/01 163 98 NOD 1 TEN TEC .6160 ZBAHF 6 

131 98 1.56 6 POT 34 P2 VS7 .a9 TEC TEN .616 MBARH 271 
1999/16/61 131 98 1.23 6 POT 22 62 VS7 .48 TEC TEN .616 lARNH 231 
1998/195/1 131 98 NDD 1 TSH TSH .616 ZPO3C 831 
199-167/61 131 N9 6D0 1 TEC TEH .816 ERALL 431 
1993/66/61 131 98 NDO 1 TEC TEN .616 ZBAHF a] 

70 99 1.32 6 POT 29 P2 VS3 .93 TEC TEN .610 6BARH 261 
1999/16/61 76 99 .92 PCT 26 K2 V93 .96 TSC TEN .616 BARNH 331 
1999/16/:1 70 99 .76 POT 19 K2 VS3 1.06 TEC TEN .616 NBALI 41l 

1998/6/561 76 99 .23 199 RWS M1 V93 .96 TEC TEN .611 EBALL ISIRESULT OF DISCREPANCY RESOLUTION 
1996/65161 76 99 .22 PCT 16 M2 VS3 1.61 TEC TEN .616 EBALL 216 
1998165/61 76 99 NOD 1 TSH TSH .616 ZPS3C 791 

1 / 134 99 .99 6 PCT 22 P2 VS6 .84 TEC TEN .610 RBARH 251 
1999/161 134 99 .61 6 PCT 13 62 V96 .44 TEC TEN .616 N6ARH 231 
11998/65/61 134 99 .18 POT 9 62 906 .92 TEO TEN .610 EBALL 131RESNLT OF DISCREPANCY RESOLUTION 

1998/65/61 134 99 655 1 TSH TSH .616 ZP03C 831 

I 1995/67161 134 99 N0D 1 TEC TEN .616 ERAL1 43j 

47 106 2.72 6 PCT 42 P2 VS4 -. 74 TEC TEN .616 lEARH 271 
47 le6 1.92 6 PCT 29 P2 VS4 .69 TEC TEN .61 1BARNH 271 
47 106 TBP TEC TEN .616 1BARH 871 
47 166 .94 a POT 27 P2 VS4 .68 TEC TEN .616 BARN 87 
47 166 .93 169 VOL 2 VS4 .. 74 V94 V94 .686 ZPU6M 1971 
47 1I9 .27 167 VOL 2 VS4 .66 V94 VS4 .589 2PUN6 1971 

199916/61 47 166 2.19 6 POT 33 62 V94 -. 74 TIC TEN .61 N NBARH 271 
11999116161 47 166 INF 61 67C .69 TEC TEN .616 6RARH 271RESULT OF HISTORY REVIEW 
1996/65/61 47 166 .79 PCT 26 M2 VS4 -. 67 TIC TEN .816 ERALL 11 
1998/65/81 47 168 INF 1 67C .67 TEC TEN .616 EBALL 1RESULT OF DISCREPANCY RESOLUTION 
1998/59/61 47 196 NO0 1 TSH TSH .616 ZPS3C 1651 
1996/11/61 47 16 2.698 POT 22 M2 V94 -. 82 TEC TEN .616 EBALL 131RESULT OF DISCREPANCY RESOLUTION 
1996/11/61 47 168 2.18 POT 22 62 67C .67 TEC TEN .616 EBALL 131 
1996/11/61 47 166 NDO 1 TSH TSH .616 ZPSNN 361 

49 199 2.98 0 PCT 44 P2 VS4 -. 67 TEC TEN .616 NBARH 271 
149 16 TBP TOC TEN .616 NBARH 871 

49 166 1.62 121 VOL 2 VS4 -. 67 VS4 V94 .568 ZPUNN 1971 
1999/110/61 49 166 2.11 0 POT 33 M2 VS4 -. 76 TEC TEN .616 NBARN 271 
I1988/65/61 49 166 NDD 1 TSH TON .616 ZP03C 791 
1992/63/61 49 166 NDO 1 TEN TEC .616 ZBAHF 7/ 

133 166 .37 162 FPD 1 62C 16.79 TOC TEN .616 6BARH 25!RESULT OF HISTORY REVIEW 
I1999/10911 133 169 .31 166 FPD 1 62C 16.47 TEC TEN .616 "BARN 231RESULT OF HISTORY REVIEW 
1998/g6/61 133 166 NOD 1 TSO TON .616 ZPS3C 831 

1 1995/17/61 133 166 ND0 1 TEC TEH .616 EBALL 4 
1992/63/01 133 166 NOD 1 TEN TEC .616 ZSAHF 7I 

135 169 1.44 6 POT 36 P2 VS7 .79 TEC TEN .616 6BARH 251 
1999/16/61 135 166 INR 2 TSH -. 82 TOC TEN .61 MUALL 891RESOLT OF HISTORY REVIEW 
1999/16/6 1135 16 16.76 173 DNT 61 904 .88 TEC TEN .616 MBALL 89l 
1999/16/61 136 166 1.24 6 POT 29 K2 VS7 .57 TEC TEN .616 M6ALL 891 
1998/66/61 139 166 N6D 1 TSH TIS .616 ZPS3C 1071 

1 1996/111/1 135 166 115.79 11 PTE 2 TSH -. 82 TEC TEN .616 EBALL I1RESULT OF DISCREPANCY RESOLUTION 
1999/11/61 135 16 28.03 175 DRT M1 VS4 .91 TOO TEN .616 EBALL 11 
199611/61 135 166 NOD 1 TOH TSH .616 ZPSNw 361 
1996/67/61 136 166 29.91 178 DNT 1 V94 1.80 TOO TEN .616 ORALL 451 

76 161 .40 115 FSD 1 63H 2.93 TOC TEN .616 lBARH 351RESULT OF HISTORY REVIEW 
I1999/16/91 76 161 NDD TSH TOH .616 ZP03C 129/ 
1998/66/81 76 161 NDO 1 TON TON .616 ZP03C 791 
1996/67/01 76 161 .21 82 68) 1 63H 3.35 TEC TEN .616 EBALL 161 
1995/67/Nl 76 161 NDD I TSH TSH .626 Z33C 771 
1996167/11 76 161 N0D I TOS TSH .616 ZPSNM 941 

74 161 1.61 6 PCT 23 P2 906 -. 72 TOO TEN .616 lEARN 33I 

74 161 .37 161 FSD 1 V95 6.67 TEC TEN .916 MlARH 33/RESULT OF HISTORY REVIEW 
S19995651l 74 161 600 1 TSH TOS .616 ZP83C 1671 
/19991/71/1 74 161 .36 137 6N6 1 V95 7.965 TEC TEN .96I EBALL 151 
19956/7/91 74 161 N6D 1 TSH TSH .929 ZS3C 781 
1995107/91 74 161 BO0 1 TIS TSH .61 ZPSNM 951 

29 182 .19 123 FSD 1 04H 26.25 TEC TEN .916 MBARH 2191RESULT OF HNSTORY REVIEW 

1998165/N1 29 162 .27 99 666 3 644 26.31 TEC TEN .616 EBALL 271RESULT OF DISCREPANCY RESOLUTION 
1998/65/N1 29 192 INISTDRY REVIEW PERFORMED 
19981966/N 29 182 NOD 1 TSH TSH .616 ZPS3C 791 

51993/66/91 29 162 NOD 1 TEC TEN .616 26AHF 211 

36 182 84 POT 26 P2 904 -84 TEC TEN 9169 lEARN 2191 .... ...... .. ? ..! .......: 8 .. • . • ..• .. ... . ... ......... ................... ................ ...... .... .... .. .• ....' .. ... ... ..fl. ............................................ . . .  
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1 1999/10101 39 102 RIO TEC TER .61 MBALL 831 

1 1999/10101 39 162 INR 1 02H 24.00 TEC TEN .810 HSALL 971 
1 1998/95101 39 162 INR 6 02H 23.69 TEC TEN .610 EMALL 27IRESULT OF DISCREPANCY RESOLUTION 
1 1998/05101 39 102 NOD 1 TSH TSH .610 2PS3C 1451 

1 1993106/01 39 102 NOD 1 TEC TEN .610 ZA.F 211 
1 1993/06101 39 102 NOD 1 TSH TSH .610 ERSR 291 
1 1990114/01 39 102 NBN 1 02H 23.60 TEC TEN .610 EBALL 991 

126 102 .32 144 FSD 1 01S 36.94 TEC TEN .610 9945H 291RESULT OF HISTORY REVIEW 
1998105101 125 102 .58 82 MGM 3 01H 35.26 TEC TEN .610 EMALL 131RESULT OF DISCREPANCY RESOLUTION 
1998/05181 125 102 ]HISTORY REVIEW PERFORMED 
1998/05101 125 162 .76 104 MIa : . 3 0H1 :36.8 05 ' . . TEC TEN .610 EMALL 131RESULT OF DISCREPANCY RESOLUTION 
1998/016/01 126 102 . IHISTORY REVIEW PERFORMED 
1998/#5101 125 102 .64 88 MNM 3 07C 19.13 TEC TEN .610 EMALL 131RESULT OF DISCREPANCY RESOLUTION 
1998/05191 125 102 ]HISTORY REVIEW PERFORMED 
1998195101 125 102 NOD 1 TSH TSH .610 ZP53C a1l 

44 163 1.45 0 PCT 26 P2 VS4 1.04 TEC TEN .610 9BARH 2211 
44 163 .68 161 FSO 1 03C 3.37 TEC TEN .610 94ARH 221|RESULT OF HISTORY REVIEW 
44 103 .19 137 FSO 1 TSC 14.32 TEC TEN .610 lBARH 221|RESULT OF HISTORY REVIEW 

1999/10/01 44 103 1.41 0 PCT 25 62 VS4 .87 TEC TEN .610 9SARH 271 
1999/10/01 44 103 1NR 1 03C 3.31 TEC TEN .610 9945H 271 

1999/10/01 44 163 .27 152 FSOD 1 TSC 14.13 TEC TEN .610 9B98H 271RESULT OF HISTORY REVIEW 
1999/10/61 44 103 NOD TSH TSH .610 ZP53C 1291 

1 1998/05/61 44 103 .31 PCT 13 62 VS4 .75 TEC TEN .610 EMALL 1IRESULT OF DISCREPANCY RESOLUTION 
1 1998/06/61 44 163 2.25 SO ENM 6 03C 3.20 TEC TEN .810 EMALL 11RESULT OF DISCREPANCY RESOLUTION 
1 1998/05/01 44 13 IHISTORY REVIEW PERFORMED 

1998/66/61 44 163 NOD 1 TSH TSH .610 ZPS3C 1651 
1996/11/61 44 163 .49 PCT 11 M3 VS4 .91 TEC TEN .610 EBALL 241 
1996/11/01 44 163 NOD 1 TSH TSH .610 ZPS0M 281RESULT OF DISCREPANCY RESOLUTION 

74 163 .48 147 FSD 1 041 9.36 TEC TEN .610 N99RH 331RESULT OF HISTORY REVIEW 
74 163 .19 145 FSD 1 OAR 24.20 TEC TEN .616 WEARN 331RESULT OF HISTORY REVIEW 

1999/18/61 74 103 N0D T7H TSH .610 ZPS3C 1291 
1 1998/65/61 74 103 NOD 1 TSH TSH .610 ZP53C 1091 
1 1996/11/01 74 103 INR 3 e4m 23.58 TEC TEN .616 EMALL RjRESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 74 103 NOD 1 TSH TSH .616 ZPSNI 261 
1 1990/64/01 74 103 .77 158 MGN 1 041H 23.30 TEC TEN .610 EBALL 581 

1 S4 103 .38 151 FPD 1 61H 22.99 TEC TEN .610 9B94H 351RESULT OF HISTORY REVIEW 
1 1999/10/01 84 103 NOD IS8 7S8 .610 ZPS3C 1291 
1 1998/65/81 84 163 NOD 1 TSH TSH .610 ZP53C 1671 
1 1996/111/1 04 103 INF 1 01H 21.81 TEC TEN .610 EMALL 31 
1 1996/11/01 84 163 .44 156 MGM 1 01H 23.14 TEC TEN .610 EBALL 31 
1 1996/11/61 64 163 NDD 1 TSO TSH .610 ZPSN0 261 
1 1990/04/01 84 163 .86 160 6814 1 018 21.89 TEC TEN .616 EMALL 581 

86 103 .26 77 PLP 10 TSH .19 TSM IS0 .616 ZPS3C 1671 
86 163 .19 86 PLP 19 TOS .22 TSH TS7 .616 ZPS3C 1811 

1999/10101 86 163 NDD TSH TSH .610 ZPS3C 1271 
1998/65/61 86 183 NOD 1 TSH 7SH .610 ZPP3C 1691 
1996/11161 S6 163 NDD 1 TEC TEH .610 EBALL 31 

1 1996/11/81 86 163 NOD 1 TSH TSH .610 ZPSNM0 261 

17 104 .26 56 N60 1 TSH 15.23 TEC TEN .619 9958H 911RESULT OF HISTORY REVIEW 
1998/05/01 17 104 NOD 1 TSH TSH .610 ZP53C 1031 
1993/06/01 17 104 NOD 1 TEC TEN .610 ZBAHF 211 
1993/68/11 17 104 NOD 1 TSH TSH .610 ERSMR 281 

41 164 2.75 6 PCT 39 P2 VS4 -. 83 TEC TEN .610 94ARH 2211 
41 104 .97 0 PCT 20 P2 VS4 .84 TEC TEN .610 lEARH 2211 
41 104 TBP s5C TEN .610 94ARH 2451 

1 1999/10/01 41 104 RID TEC TEN .610 NSALL 831 
1 1999/10/01 41 104 1.20 PCT 30 I2 VS4 -. 67 TEC TEN .610 IBALL 971 
1 1998/05/01 41 104 NOD 1 TSH TOH .610 ZP53C 1631 
1 1993/06/61 41 104 NOD 1 TEC TEN .610 28AHF 211 
1 1993/06/01 41 104 NOD 1 TSH IS8 .610 ERSWR 201 

1 67 104 .34 87 VOL P1 06C -. 12 06C 06C .610 ZPS3C 41 
1 67 164 .69 0 PCT 18 P2 O6C -. 17 TEC TEN .610 BA9R8 411 
1 1999/16/61 67 104 .32 87 VOL 3 S6C -. 10 0 .363 58 06C 06C .610 ZPS3C 101 

1999116/61 67 104 .54 6 PCT 13 I2 S6C -. 14 TEC TEN .816 9BAR8 251 
1998/05/61 67 104 NOD 1 TSH TSH .610 ZP53C 81a 
1992/03/61 67 164 ODD 1 TEN TEC .610 Z2AHF 71 

95 104 .50 62 FSI 1 04H 7.01 TEC TEO .610 4BARH 311RESULT OF HISTORY REVIEW 

1999/10/61 95 164 RIo TEC TEO .610 HSALL 81a 
1999/10/81 95 104 .56 52 FSO 1 04H 6.96 TEC TEN .610 MBALL 971RESULT OF HISTORY REVIEW 
1999/16/61 95 104 2.66 186 DNG 1 VS4 -1.47 TEC TEO .610 MBALL 971 
1998/05/01 95 164 NOD 1 TSH TSH .610 ZPS3C 1091 
1995/07/81 95 104 .34 59 H404 1 O4H 7.17 TEC TEN .610 EMALL 201 
1995/67/01 95 104 NOD 1 TSH TSH .620 Z353C 771 
1998/04/81 95 164 68M 1 04H 6.09 TEC TEN .610 ESAIL 991 

169 104 1.02 6 PCT 22 P2 VS2 .72 TEC TEO .610 M458H 291 
1999/16/01 109 164 .39 8 PCT 9 82 VS2 .62 TEC TEO .610 4BARH 231 
1999/18/1 109 184 .68 155 FSD 1 VS4 16.64 TEC TE0 .610 MBA8H 231RESULT OF HISTORY REVIEW 
1998/05/81 109 104 NOD 1 TSH TSH .610 ZPS3C 791 

1 1992/63/01 169 164 NSD, 1 TEN TEC .616 26ARF 71 
1 1996/04/81 109 104 N88 1 VS4 15.20 TEC TEN .610 EBALL 991 

1 119 164 .69 0 PCT 24 P2 VS1 -.87 TEC TEN .610 lEARH 311 
1 1998/65/61 119 104 NOD 1 TSH TSH .616 ZP33C 1071 
1 1995/07/01 119 104 NOD 1 TEC TEN .610 EBALL 261 
1 1995/07101 119 194 NOD 1 TSN TSH .620 Z353C 771 

1 125 104 .30 110 VOL P1 67C -. 11 07C 67C .610 ZPS3C 41 
125 004 .39 6 PCT 18 P2 07C -. 11 TEC TEN .610 HMARH 311 

1999/10/01 125 104 HSF 07C -. 17 07C 07C .616 ZPS3C 81 
1 1999/110/61 125 164 .46 62 DS0 Ml 07C -. 17 TEC TEN .610 NMALL 851 
I 1999/10/61 125 104 .54 85 0SS 61 07C -. 17 TEC TEN .610 MBALL 971 
1 1998/65/01 125 164 NOD 1 TSH TSH .610 ZPS3C 1ll 
1 1993/46/01 125 104 NOD I TEC TEN .616 Z6AHF 91 

131 1"4 1.30 0 PCT 25 P2 VS7 .84 TEC TEN .616 9*ARH 291 
19N9/10/01 131 104 .95 0 PCT 19 62 VS7 .48 TEC TEN .610 94H51 231 
1998105/01 131 104 .22 PCT 7 m2 VS7 .95 TEC TEN .610 EBALL I1RESULT OF DISCREPANCY RESOLUTION 
1998/05/01 132 104 ROD 1 7S3 TSH .610 ZPS3C 1691 
1996/11/61 131 104 .26 PCT 5 M3 VS7 .80 TEC TEN .610 EBALL 11 

1 1996811/81 131 104 NOD 1 TSN TSH .610 ZPSNM 261 
1 1995/07/01 131 1"4 53 PCT 9 11 V87 .99 TEC TEN .610 EMALL 281 
1 1995/67/01 131 104 ROD 1 7S3 TSH .620 Z353C 781 

38 105 .71 1590 FS I TSC 5.51 TEC TEN .610 1EARH 2211RESULT OF HISTORY REVIEW 

1 1998/05/01 38 195 2.32 74 68M4 6 TSC 6.37 TEC TEN .610 EMALL 291RESULT OF DISCREPANCY RESOLUTION 
1 199815/10 38 105 IHISTORY REVIEW PERFORMED 
1 1998105/01 38 105 NOD 1 TSH TSH .619 ZPS3C 791 
1 1996/64/61 38 169 MOM 1 TSC 5.69 TEC TEN .616 EBALL 991 

66 165 .46 22 FSD S 63C 14.27 TEC TEN .610 MBNNH 411RESULT OF HISTORY REVIEW 
66 105 .46 39 FS3 1 TSC 11.25 TEC TEO .610 H8ARH 411RESULT OF HISTORY REVIEW 

1 1998/05/61 66 165 .55 76 R8N 3 03C 14.43 TEC TEN .610 EBALL 131RESULT OF DISCREPANCY RESOLUTION 
1 1998/105/01 66 165 IHISTORY REVIEW PERFORMED 
1 1998105/01 66 105 .77 85 M6M 3 TSC 11.67 TEC TEN .616 EBALL 131RESULT OF DISCREPANCY RESOLUTION 
1 1998/05/l1 66 105 IHISTORY REVIEW PERFORMED 
1 1998/95/61 66 105 NOD 1 TSH TSH .616 ZPS3C 811 

72 105 .22 53 FSO 1 TSH 22.28 TEC TEN .610 18ARH 331RESULT OF HISTORY REVIEW 

72 105 .30 186 F8O 1 81H 2.81 TEC TEN .610 H6ARH 331RESULT OF HISTORY REVIEW 
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1999/10/01 72 105 .22 49 FSD 1 TEN 37.76 TEC TEH .610 MBARH 251RESULT OF HISTORY REVIEW 
1999110/01 72 105 .27 42 FSD 1 TSH 22.77 TEC TEH .610 NMARH 261RESULT OF HISTORY REVIEW 
1999110/01 72 105 .32 108 FSI 1 01H 2.87 TEC TEH .610 MNBARH 2SIRESULT OF HISTORY REVIEW 
1998195/01 72 105 NHD 1 TSH TIS .616 ZPS3C 791 

1992/03/01 72 105 NHD 1 TEN TEC .616 ZBAHF 71 

120 105 1.16 0 PCT 24 P2 VS2 -. 59 TEC TEN .610 0BARH 291 
1 1999/10101 12H 105 .92 0 PCT 19 02 VI2 -. 45 TEC TEN .610 68ARH 251 
1 1996/O5/01 120 105 NOD 1 TSH TSH .610 ZPS3C 791 
1 1992/03/01 120 105 NODD 1 TEN TEC .610 ZBAHF 71 

19 166 .39 149 f . '1 TIE . .1S.0•9 A 9 : . TEC TEN .610 MSARH 2191RESULT OF HISTORY REVIEW 

1 1999110/01 19 106 7.72 187' NG 1 DBHN 18.49 TEC TEN .610 BARH 271 
1 1999/10101 19 106 .56 166 FSD 1 TSC 16.09 TEC TEN .610 NMARN 271RESULT OF HISTORY REVIEW 

1 1998/05/01 19 106 NODD 1 TIS TSH .610 ZPS3C 831 
1 1992/03/01 19 10H NID 1 TEN TEC .610 ZBAHF 71 
1 1990104/01 19 106 060 1 TSC 16.10 TEC TEN .610 EBALL 991 

1 37 106 .18 80 FSO 1 02C 11.36 TEC TEH .610 MBARH 2191RESULT OF HISTORY REVIEW 

1 37 106 .21 49 FSO 1 02C 14.91 TEC TEN .610 MWARN 2191RESULT OF HISTORY REVIEW 
37 106 .86 150 FSD 1 TSC 15.77 TEC TEN .610 NBARH 2191RESULT OF HISTORY REVIEW 

1 37 106 .45 141 FSD 1 TSC 18.44 TEC TEN .61 MOARN 2191RESULT OF HISTORY REVIEW 
1 1999110/01 37 106 .58 161 FSD 1 O2H 30.61 TEC TEN .610 MSAOH 271RESULT OF HISTORY REVIEW 
1 2999/10/01 37 106 .64 142 FSD 1 TSC 15.70 TEC TEN .61 MOARH 271RESULT OF HISTORY REVIEW 

1 1999/10/01 37 106 .47 160 FSD 1 TSC 18.44 TEC TEN .610 MOARN 27IRESULT OF HISTORY REVIEW 
1 1998/05/01 37 16 NODD 1 TSH TSH .610 ZP13C 831 
1 1992/03101 37 106 NODD 1 TEN TEC .610 ZBAHF 71 
1 1990/04101 37 106 NmO 1 TSC 15.70 TEC TEN .610 EBALL 99J 

41 106 .40 138 FSD 1 0IH 15.25 TEC TEN .610 MOAR 2191RESULT OF HISTORY REVIEW 
1 1998165/01 41 166 NHD I TSH TIS .610 ZP53C 1051 

1 1996/11/01 41 106 1.02 107 MSM 3 TSH 21.19 TEC TEN .616 E8ALL IjRESULT OF DISCREPANCY RESOLUTION 
1 1996/111/1 41 106 .36 134 MS0 1 01H 16.25 TEC TEN .616 EBALL 181RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/f1 41 106 IHISTORY REVIEW PERFORMED 

1 1996/11/81 41 106 NHD I TSH TSH .616 ZPSIO 201 
1 1990$/4/01 41 106 .81 159 MBO 1 TSH 19.80 TEC TEN .610 E0ALL 60j 

47 106 .51 0 PCT 21 P2 VS4 -. 87 TEC TEN .610 NBARH 391 
47 106 1.33 0 PCT 32 P2 VS4 .76 TEC TEN .610 MOWNR 391 

47 106 .35 156 FSD 1 TSC 12.08 TEC TEN .616 MBARN 39IRESULT OF HISTORY REVIEW 
1 1999110/01 47 106 .90 0 PCT 19 02 VS4 -. 59 TEC TEN .610 MBARN 271 
1 1999110/01 47 106 1.78 0 PCT 29 02 VS4 .76 TEC TEN .610 MOARH 271 
1 1999110/01 47 106 .28 154 FSD 1 TSC 12.10 TEC TEN .610 MBARH 27IRESULT OF HISTORY REVIEW 
1 1998/05/01 47 106 .49 PCT 14 02 VS4 .94 TEC TEN .610 EBALL 11 
1 1998/05/01 47 106 IOF 02 VS4 1.71 TEC TEN .610 EBALL SIRESULT OF DISCREPANCY RESOLUTION 
1 1998/05/11 47 105 .22 23 INR 3 TSC 12.43 TEC TEN .610 EBALL 11 
1 1998105101 47 106 NODD 1 TSH TSH .610 ZPS3C 1051 
1 19961111/1 47 106 2.07 PCT 19 02 V14 1.72 TEC TEN .610 EBALL 181RESULT OF DISCREPANCY RESOLUTION 
1 1996/11/01 47 106 .25 143 MON 1 TSC 12.69 TEC TEN .610 EBALL IOIRESULT OF DISCREPANCY RESOLUTION 
1 1996/11101 47 106 IHISTORY REVIEW PERFORMED 
1 1996/11/61 47 106 NODD 1 TES TIS .610 ZPSN4 281 
1 1996107/01 47 106 1.31 PCT 16 11 VS4 .75 TEC TEN .610 EBALL 161 
1 1993106/01 47 106 .68 98 Pi Ml VS4 1.00 TEC TEN .610 ZBAHF 211RESULT OF LEAD ANALYST RESOLUTION 
1 19931/6/01 47 106 IRETEST - TEST WITH WEAR SCAR STANDARD IN-LINE 
1 1993/06/01 47 106 .53 PCT 21 02 VS4 .89 05C TEN .616 ZBAHF 261RESULT OF DISCREPAOCY RESOLUTION 
1 1993/06101 47 106 NOD 1 TSH TIS .610 ERS0 R 281 
1 1993/66101 47 106 14.47 154 WAR 3 VS4 .78 VS4 06H .680 ZRUFH 341 

1 73 106 .30 148 FSD I TSH 8.25 TEC TEN .618 MARH 331RESULT OF HISTORY REVIEW 
1 1999/10/1 73 105 .36 148 FSD 1 TIS 8.76 TEC TEN .618 HBA5 H 2SIRESULT OF HISTORY REVIEW 
1 1999/10/01 73 106 INR I VI5 .31 TEC TEN .610 HMARN 251 
1 1999/10/01 73 106 6.61 183 DNG 1 V51 1.82 TEC TEN .910 BARHN 261 
1 19986/0511 73 166 NHD 1 TES TIS .610 ZPS3C 831 
1 1992/03/01 73 166 5.21 169 DNT 61 VS6 .31 TEN TEC .610 ZBAHF 71 

1 aI 105 .21 123 FSD 1 VS3 3.81 TEC TEN .61 MOARN 331RESULT OF HISTORY REVIEW 

1998/05/H1 61 106 NOD 1 TES TSI .910 ZPS3C 831 
1996/11/01 81 106 .84 88 MOM 3 VS3 4.28 TEC TEN .610 EBALL 61RESULT OF DISCREPANCY RESOLUTION 
1996/11/01 81 106 NOD 1 TES TSH .616 ZPSN1 261 

109 166 .54 158 FSD 1 03H 2.42 TEC TEN .610 MRO• 291RESULT OF HISTORY REVIEW 
1999/10/01 199 106 NOD TEC TON .816 l4ARN 251 

1 1998/05/01 109 106 NOD 1 TES TSI .610 ZPS3C 831 
1 1992/03/01 109 106 NOD 1 TEN TEC .610 ZBAHF 71 

1 127 106 .42 105 VOL P1 07C .09 07C 07c .610 ZPS3C 41 

1 127 106 .71 0 PCT 25 P2 07C -. 17 TEC TEN .610 HEARN 291 
1 1999/18/01 127 106 NOF 07C -. 17 07C 07C .610 ZPS3C 01 
1 1999/10101 127 106 .39 103 DSS 01 07C -. 17 TEC TON .610 HMARN 251 
1 1998/65/01 127 106 HID 1 TES TIS .610 ZPS3C 851 
1 1992/83/H1 127 106 NOD 1 TEN TEC .610 ZBAHF 71 

133 106 1.65 0 PCT 35 P2 VS6 .00 TEC TEN .610 MONRH 311 

133 106 1.38 0 PCT 33 P2 VS6 .89 TEC TEN .610 066AH 311 

133 166 .95 0 PCT 28 P2 VS7 -. 92 TEC TEN .610 MBOH 311 
1999/101601 133 106 1.97 0 PCT 32 02 VS6 -. 03 TEC TEN .610 MOBNH 261 
1999/10/01 133 106 1.03 0 PCT 21 62 VS6 .39 TEC TEN .610 HMAON 251 
1999/106/01 133 106 1.09 0 PCT 22 M2 VS7 -. 37 TEC TEN .610 MOARH 251 

1998/01/01 133 106 .25 PCT 8 M2 VS6 -. 17 TEC TEN .610 EBALL 1IRESULT OF DISOCEPANCY RESOLUTION 
19989/5/01 133 106 .26 PCT 8 M2 VS7 -. 95 TEC TEN .618 EBALL 11RESULT OF DISCREPANCY RESOLUTION 
1998/05/01 133 106 NOD 1 TES TSH .610 ZPS3C 1071 
1996/11/01 133 106 .34 PCT 7 H3 VS7 -1.06 TEC TEN .610 EBALL 11 
1996/11/01 133 106 NODD 1 TES TSI .610 ZPSNI4 261 
1995/07/01 133 106 .62 PCT 16 11 vs7 -. 96 TEC TEN .610 EBALL 451 
1992/03/01 133 106 NODD 1 TEN TEC .610 ZBANF 71 

2 107 .50 141 FSD 1 03H 22.36 D5H TEN .610 MWRNH 911RESULT OF HISTORY REVIEW 
1998/@5/91 2 107 NOD 1 TNS TIS .610 ZPS3C 1031 
1998/05/01 2 107 NOD 1 05C 05H .680 ZPUII 1511 
1995/67/01 2 107 .57 146 MON 1 03H 22.65 TEC TEN .599 EBALL 521 
1995/07/61 2 107 NOD 1 TES TSH .620 Z33C 3 41 

18 107 .36 145 FSD 1 02H 6.73 TEC TEN .610 MBARW 911RESULT OF HISTORY REVIEW 
1998/05/0H 18 107 NODD I TSH TIS .618 ZPS3C 1031 
1995/07/01 18 107 .42 152 0S8 1 02H 6.80 TEC TEN .610 EBALL 671 
1995/07/H1 18 107 NOD 1 TSH TIS .620 2313C 841 
1990/14/01 18 107 MNa 1 02H 5.50 TEC TEN .610 EBALL 99I 

22 107 .29 144 FSI 1 0IH 8.09 TEC TEN .610 1EARH 211RESULT OF HISTORY REVIEW 
1998/05/01 22 107 NOD 1 TSH TSH .610 ZPS3C 1031 
1995107/01 22 107 .35 144 060 1 016 8.09 TEC TEN .610 EBALL 67j 
1995/07/01 22 17 NODD I TSH TIS .620 Z313C 051 
1990/04/01 22 107 080 1 016 6.60 TEC TEN .610 EBALL 991 

42 107 .62 154 FSD I TSC 25.30 TEC TEN .610 MWARN 2191RESULT OF HISTORY REVIEW 
1998/05/01 42 107 NOD I TIS TSH .610 ZPS3C 1031 
1995/67/01 42 107 .68 157 080 1 TSC 25.30 TEC TEN .610 EBALL 571 
1995107/01 42 107 NOD 1 TSH TIS .620 Z33C 791 

44 107 1.12 6 PCT 29 P2 VS4 -. 98 TEC TEN .610 MONRH 2191 
44 107 .92 0 PCT 27 P2 VS4 .76 TEC TEN .610 60ARH 2191 

1998/05/N1 44 107 NOD 1 TES TSH .610 zPs3c 1451 
1995/07101 44 107 NOD I TEC TEN .610 EBALL 571 
1995/07/11 44 197 NOD I TIS TSH .620 23E3C 791 

13 198 .18 68 FSD 1 03C 28.83 TEC TEN .610 MBARN 871RESULT OF HISTORY REVIEW 
13 108 .43 145 FSD 1 02C 9.67 TEC TEN .610 4WAR6 871RESULT OF HISTORY REVIEW 

1999/10/01 13 188 .20 122 FSD I TSE 5.01 TEC TEN .610 6BAR6 271RESULT OF HISTORY REVIEW 
1999/116/1 13 169 .34 157 FSD I 03H 11.56 TEC TEN .610 MOARH 271RESULT OF HISTORY REVIEW 

INHSPATE ROW COL VOLTS DEG IND PER C0N LOCH 1NCH1 INCH2 I CRLEN CEG BEGT ENMT P11A PTYPE CAL COMHENTS 
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Palisades 1 RFO7 PAL 26610501 051/2/2061 11:58:36 
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INSPDATE ROW COL VOLTS DEG IND PER CNN LOCK INCH1 INCH2 I CRLEN CEG BEGT ENDT PDIA PTYPE CAL COMMENTS 
1 1993106101 3 110 .26 24 MOM 1 TSH 13.91 TEC TEN .586 EBA6 J 321RESULT OF DISCREPANCY RESOLUTION 

1993/06101 3 110 .20 113 NON 1 9SH -1.87 TEC TEN .588 EBABJ 32IRESULT OF LEAD ANALYST RESOLUTION 

11 116 .39 151 FED 1 61H 12.41 TEC TEH .616 6ARH 871RESULT OF HISTORY REVIEW 
1998/6601@ 11 116 NOD 1 TSH TSH .610 ZPS3C 891 
1993/06/01 11 110 NDD 1 TEC TEN .616 ZBANF 211 

1 1999/04/01 11 118 W1ON 1 619 11.30 TEC TEN .616 EBALL 991 

19 118 .70 27 FPD 1 VS4 3.16 TEC TEN .616 lBARN 2191RESULT OF HISTORY REVIEW 
1999/11/91 19 118 INR 1 83H 14.55 TEC TEN .616 69ARH 271 
1999/10/01 19 118 .27 157 FED 1 63H 34.69 TEC TEN .616 6B84H 271RESULT OF HISTORY REVIEW 
1999116/91 19 116ie .7 1: PI:D: 1 . 3.19 - . TEC TEN .616 84AR9 271RESULT OF HISTORY REVIEW 
1998/05101 19 116 - " DD" TSH TSH .616 ZPS3C 891 
1992/93/61 19 118 NOD 1 TEN TEC .616 ZBAHF 61 
1998/104/1 19 119 W11 1 63H 14.89 TEC TEN .616 EBALL 991 

65 116 .86 N PCT 27 P2 83H .83 TEC TEN .610 BARNH 39I 
65 118 .25 193 VOL 3 63H .89 03H 03H .616 ZPS3C 1831 

1998/105/01 65 118 NOD 1 TSH TSH .618 ZPE3C 1631 
1995/87/01 65 110 NOD 1 TEC TEN .616 EBA.L 221 
1995/07/01 65 118 NOD 1 TSH TSH .620 Z3S3C 791 

79 110 1.19 I PCT 30 P2 VS5 1.18 TEC TEN .610 6849H 351 
1999/160/1 79 118 1.69 6 PCT 22 62 V95 .78 TEC TEN .616 14ARN 251 
1999/18/81 79 119 1.99 161 FUE 1 66C 22.18 TEC TEN .616 ARNN 251RESULT OF HISTORY REVIEW 

1 1998/65/61 79 110 NDD 1 TSH TSH .616 ZPS3C 911 
1 1992/93/01 79 118 6.74 84 HBN 6 o9C 21.56 TEH TEC .616 ZBAHF 61 

1 81 118 .49 149 FED 1 02C 13.96 TEC TEN .618 6849H 33IRESULT OF HISTORY REVIEW 

199895/0N a1 110 NOD 1 TSH TSO .618 ZPS3C 1931 
1995/87/91 81 118 .49 144 MOM1 1 82C 13.98 TEC TEN .610 EBALL 211 
1995/67/01 81 116 NOD I TSH TSM .626 Z303C 81 
1998/94/N91 1 110 WON 1 02C 12.90 TEC TEN .610 EBALL 991 

92 311 .79 143 FSO 1 N1H 28.11 TEC TEN .610 849RH 3S1RESULT OF HISTORY REVIEW 
92 111 .44 155 FED 1 VS2 1.39 TEC TEN .610 6499H 351 

1998/195/91 92 111 .36 49 W6N 3 TSC 16.40 TEC TEN .619 EBALL 131RESULT OF DISCREPANCY RESOLUTION 
1998/195/91 92 111 IHISTORY REVIEW PERFORHED 
1998195// 1 92 111 NOD 1 TSH TSH .610 ZPS3C 93/ 

192 111 .59 45 OSS P1 611 -. 36 TEC TEN .610 64H 311RESULT OF HISTORY REVIEW 
1999/10/11 192 111 .37 55 055 M61 S19 -. 45 TEC TEN .610 6BARH 251RESULT OF HISTORY REVIEW 
1999110/91 182 111 .26 61 FSD 1 VS4 21.10 TEC TEN .610 69ARH 25/RESULT OF HISTORY REVIEW 
1998/65/01 162 111 .37 57 DES 61 19N -. 18 TEC TEN .610 EBALL 131RESULT OF LEAD ANALYST RESOLUTION 
1998/9/191 162 111 .66 166 M8M 3 V54 22.13 TEC TEN .610 EBALL 131RESULT OF DISCREPANCY RESOLUTION 
1998/15/01 102 111 IHISTORY REVIEW PERFORNED 
1998/195/01 102 111 .41 49 DEs 61 019 -. 35 TEC TEN .610 EBALL 11/RESULT OF LEAD ANALYST RESOLUTION 
1998/051/1 102 111 NODD 1 TSH TSH .610 ZP53C 93/ 

1 1998/95191 162 111 NDF 3 S16 -. 35 61H 91H .610 ZPS3C 1411 

13 112 .39 31 DES P1 09C -. 35 TEC TEN .610 64AR9 87/ 
1 1999/10/01 13 112 NOD TEC TEN .610 6BAR9 291 
1 1999/11/61 13 112 NODD TON TSH .610 ZPS3C 1311 
1 1998195/01 13 112 NOD 1 TSH TSH .610 zPS3C 931 
1 1992103/01 13 112 NOD 1 TEN TEC .618 ZBAHF 6/ 

17 112 .51 141 FPD 1 01H 2.28 TEC TEN .610 684RH 871RESULT OF HISTORY REVIEW 
199911/101 17 112 .46 136 FED 1 0SH 2.38 TEC TEN .610 64ARH 291RES0LT OF HISTORY REVIEW 
1999/10/81 17 112 NDD TSH TSO .610 ZPS3C 1331 
1998iG5101 17 112 NOD 1 TSH TSH .610 ZPS3C 931 
1993/06/01 17 112 ND 1 TEC TEN .610 2BAHF 21/ 
199004/901 17 112 N8m 1 95H 1.39 TEC TEN .610 EBALL 99/ 

73 112 .23 8 PCT 6 P2 VS4 -. 79 TEC TEN .610 6BARH 331 
1999/10/81 73 112 .41 6 PCT 10 62 VS4 -. 73 TEC TEN .610 HR49H 261 
1999/10/91 73 112 NODD TSH TSH .610 ZPS3C 1331 
19989/6191 73 112 NOD 1 TSH TSH .610 ZPS3C 93/ 
1992/63/91 73 112 NODD 1 TEN TEC .610 ZRAHF 6/ 

119 112 .62 154 FED 1 82H 12.06 TEC TEN .610 66499 291RESULT OF HISTORY REVIEW 
1999/18/81 119 112 .RN 151 FED 1 82H 12.05 TEC TEN- .610 4BARH 251RESULT OF HISTORY REVIEW 
1999/18/81 119 112 NODD TSH TSN .610 ZPS3C 1331 
19989/01/1 119 112 NODD 1 TSH TSH .610 ZPS3C 931 
1992/03/81 119 112 NOD 1 TEN TEC .610 ZAHF 6/ 
1999/64/01 119 112 W61 1 62H 11.90 TEC TEN .610 EIALL 99/ 

1 6 113 .24 98 FED 1 92C 26.65 TSC TEN .610 64H96 41/RESULT OF HISTORY REVIEW 
1 6 113 .19 65 FSD 1 R2C 27.99 TEC TEN .610 64H 911RESULT OF HISTORY REVIEW 
1 1998/65/01 6 113 NDD 1 TSH TSH .616 ZPS3C 103/ 
1 1991/07/01 6 113 .21 71 6B1 1 62C 26.29 TEC TEN .610 ESALL 27/ 
1 1995/67/01 6 113 NOD 1 TSH TSH .620 Z353C 84/ 

1995/67/61 6 113 NDD 1 TSH TSH .610 ZPSN1 92/ 

40 113 .26 138 FED 1 TSH 12.26 TEC TE9 .616 MAR5H 2191RESULT OF HISTORY REVIEW 
1996/05/01 46 113 NOD 1 TSH TSH .610 ZPS3C 11/ 
1995/07/81 46 113 NOD 1 TEC TE9 .610 EBALL 591 
19951/7/81 46 113 HND I TSH T5H .620 Z353C Sol 

46 113 .44 161 FSD 1 049 24.59 TEC TEN .610 8RI56 411RESULT OF HISTORY REVIEW 
1998/95/81 46 113 NDD 1 TEH TSH .610 zP53C 11/ 
1995/97/01 46 113 .16 161 NM 1 04I 24.68 TEC TEN .610 EBALL 211 
1995/97/01 46 113 NODD 1 TSH TSH .620 Z3S3C 791 
1995/07/01 46 113 NODD 1 TSH TSH .619 ZPSNM 991 

52 113 .22 121 FED 1 TSH 18.37 TEC TEN .610 64AR6 371RESULT OF HISTORY REVIEW 
1 1998/05/61 52 113 NOD 1 TSH TSH .610 ZPS3C 101/ 
1 1995/67/91 52 113 .62 154 N8W 1 TEN 19.05 TEC TEN .616 EBALL 211 
1 19951/07/01 12 113 NOD 1 TSH TSH .620 Z3S3C 791 

1 62 113 .33 1S6 FED 1 02C 13.13 TEC TEN .616 MARNN 41/RESULT OF HISTORY REVIEW 
1 1999/18/91 62 113 3.04 176 ONT M1 VS3 .96 TEC TEN .616 MALL 851 
1 1999/10/61 62 113 .25 64 FEO 1 02C 13.18 TEC TEN .616 MBALL 851RESULT OF HISTORY REVIEW 

1998195/01 62 113 NOD 1 TSH TSH .610 ZPS3C 991 
19951/7191 62 113 .23 126 6811 1 S2C 13.68 TEC TEN .610 EBALL 22/ 
1995107101 62 113 NDD 1 TSH TSE .628 Z3S3C 79/ 
1995/071/1 62 113 NOD 1 TSH TSH .610 ZPSNF 990 

74 113 .58 154 FED 1 63H 18.52 TEC TEN .619 4BARH 331RESULT OF HISTORY REVIEW 
1998165101 74 113 NDD 1 TSH TSH .610 ZPS3C 991 
1995107101 74 113 .53 119 M1GM 1 83H 18.99 TEC TSH .619 EBALL 22/ 
1995617101 74 113 NOD 1 016 TEN .619 EBALL 46/ 
19951/7/61 74 113 NOD 1 TSE TSH .626 2353C 80/ 
199S1/7101 74 113 NODD 1 TSH TSH .610 ZPSPN 91/ 
199"/04101 74 113 Heim 1 63H 17.60 TEC TEN .616 EBMIL 991 

198 113 1.41 6 PCT 27 P2 VS4 -1.65 TEC TEN .616 66A4H 29/ 
108 113 .81 6 PCT 19 P2 VS4 .77 TEC TEN .619 6499H 291 

1998190511 198 113 NOD 1 TSH TSH .619 ZPS3C 991 
19951/07/01 1098 113 ND9 I TEC TEN .610 EBALL 281 
1991607/91 198 113 NOD 1 TSH TSH .626 2353c 791 

7 114 .38 1560 FD 1 SAC 28.10 TEC TEN .616 66ARH 531RESULT OF HISTORY REVIEW 
1999/19/01 7 114 .31 147 FID 1 S4C 27.94 TEC TEN .616 MBALL 391RESULT OF HISTORY REVIEW 
1998/65191 7 114 NOD I TSH TEH .616 ZPS3C 97/ 

1992/93/91 7 114 NOD 1 TEN TEC .610 ZBAHF 6/ 

15 114 .36 151 FSE 1 63H 12.11 TSC TEN .610 0BARH 411RESULT OF HISTORY REVIEW 
I1999/16/61 16 114 NOD TSO TEH .610 ZPS3C 1311 
1998/65/91 15 114 NOD 1 TSM TSH .616 ZPS3C 991 

÷........... .................... +.....+.... ..... ...... ÷........+......... .......... .... ....... ..... ........ ........ ........ ÷...... ........ ÷....................................................  
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1993/06/01 1 114 NDD 1 TEC TEN .610 ZBAHF 221 

29 114 .17 22 FOD 1 04C 15.10 TEC TEN .610 MSARH 411RESULT OF HISTORY REVIEW 
1998/05/01 29 114 .41 83 MEN 3 04C 15.09 TEC TEN .610 EBALL 271RESULT OF DISCREPANCY RESOLUTION 
1998/05/41 29 114 IHISTORY REVIEW PERFORMED 
19981/5/01 29 114 ROD 1 TSH TSH .610 ZPS3C 991 

53 114 .37 0 PCT 13 P2 VS4 -. 68 TEC TEN .618 MBARN 871 
1998165/01 53 114 ROD 1 TEC TEN .610 EBALL 101 
1998105101 53 114 ROD 1 TSH TIS .610 ZPS3C 931 

91 114 1: 907::756 2F$O 11 04H": :16002 TEC TEN .610 MANN 331RESULT OF HISTORY REVIEW 

81 114 .75' 0 PCT 19 1 "2 '" .11 TIC TEN .610 MBAHN 331 
1999/110/01 81 114 199 1 64H 17.55 TEC TEN .610 MBARN 251 
1996/1/611 81 114 .99 0 PCT 26 M2 VS5 .11 TEC TEN .610 HEARN 251 
1999/10/01 81 114 IN 1 0SC 3.26 TEC TEN .610 MANN 251 
1998105/91 81 114 2.56 86 "m 6 04H 18.27 TEC TEN .910 EBALL 13IRESULT OF DISCREPANCY RESOLUTION 
1998/05/01 81 114 IHISTORY REVIEW PERFORMED 
1999/05/01 81 114 .11 PCT S M2 VS5 -. 06 TEC TEN .610 ESALL 131RESULT OF DISCREPANCY RESOLUTION 
t19989/5/01 91 114 2.02 83 MON 6 85C 3.03 TEC TEN .61 EBALL 13gRESULT OF OISCREPANCY RESOLUTION 

S1999/05/1 81 114 IHISTORY REVIEW PERFORMED 
1999/00/01 81 114 ROD 1 TSH TSO .610 ZPS3C 91l 

91 114 .29 138 FSP 1 TOH 23.91 TEC TEN .610 MARM 331RESULT OF HISTORY REVIEW 
91 114 .77 161 FPD 1 01H 28.26 TEC TEN .616 M•AAH 331RESULT OF HISTORY REVIEW 
91 114 .23 123 F$D 1 03H 12.99 TEC TEN .616 MOWNH 331RESULT OF NISTORY REVIEW 
91 114 .22 76 40S 1 V62 26.20 TEC TEN .610 MlARN 331 

1999/10/01 91 114 .28 141 FPD 1 TSH 23.87 TEC TEN .610 MNNH 251RESULT OF HISTORY REVIEW 
1999/10/01 91 114 199 1 91H .08 TEC TEN .61 MWNN 250 
1999/10/.1 91 114 .78 161 FPD 1 061 28.36 TEC TEN .619 MBARN 251RESULT OF HISTORY REVIEW 
1999110/01 91 114 .20 83 P0D 1 63H 13.21 TEC TEN .610 NSARNH 25RESULT OF HISTORY REVIEW 
1999/10/61 91 114 .20 77 FPD 1 V52 28.54 TEC TEN .610 MBARN 251RESULT OF HISTORY REVIEW 
1999/65/91 91 114 NO0 1 TOH TSO .610 ZPO3C 911 
1992/03/01 91 114 NOD 1 TEH TEC .610 ZBAHF 61 

1990/04/91 91 114 NMN 1 BiN .00 TEC TEN .610 EBALL 991 
1996/04/01 91 114 "m 1 016 27.29 TEC TEN .610 EBALL 991 

199 114 1.99 0 PCT 23 P2 VS2 -. 11 TEC TEN .610 HMARN 291 
169 114 1.74 0 PCT 34 P2 VS4 -. 96 TEC TEN .610 MwAN 29I 
19 114 1.54 0 PCT 36 P2 V16 -. 84 TEC TEN .616 MOARH 291 

1999/10161 199 114 1.16 PCT 23 H2 VS2 .19 TEC TEN .610 MANN 251 
991999/1S/61 169 114 1.16 0 PCT 23 M0 VS4 -. 72 TEC TEN .616 MWAN 251 

1999/16/81 169 114 .82 0 PET 18 M2 VS6 -1.33 TEC TEN .610 MOARH 251 
1998/500/1 189 114 NOD 1 TSH TSO .610 ZP53C 911 
1992/93/01 109 114 NOD 1 TEH TEC .610 ZBAHF 61 

127 114 .42 114 DS0 P1 87C .45 TEC TEN H610 NN 291RESULT OF HISTORY REVIEW 
199/19691 127 114 NDF 07C .28 67C 07C .610 CPS3C 81 
1999/10/41 127 114 .26 57 FPD 1 96H 3.04 TEC TEN .616 MBAAH 251RESULT OF HISTORY REVIEW 
1999/16/61 127 114 3.60 184 DOG 1 091w 17.56 TEC TEN .616 MBARN 251 
1999/10/61 127 114 .35 92 6S Ml 07C .29 TEC TEN .616 MBARN 251 
1998f65/01 127 114 600 1 TON TSH .61: ZPS3C 911 
1992/43/01 127 114 OD. 1 TEH TIC .610 ZBMF E1 

6 115 .15 93 FP5 1 048 19.23 TSC TEN .810 MNNH 39IRESULT OF HISTORY REVIEW 

6 115 .17 82 FSO 1 64H 19.26 TEC TEN .61 MANNH 91IRESULT OF HISTORY REVIEW 
1999/16/91 6 115 HIM TOS TON .610 ZPS3C 1271 
1998/65/91 6 115 M.D 1 TSH TSH .610 ZPS3C 951 
1996/11/61 6 115 .10 112 EIN 1 040 .06 D0H TEN .619 EBALL 19IRESULT OF DISCREPANCY RESOLUTION 

1 1998/11/H1 6 11 IHISTORY REVIEW PERFORMED 
I 1996/11/61 6 115 .16 111 amO 1 64H 19.07 TEC TEN .610 EBALL 29IRESULT OF DISCREPANCY RESOLUTION 

1996/11/61 6 115 00 1 TOS TSH .61: ZPSNM 281 

38 110 .31 109 FPS 1 TOC 15 77 TEC TEN .610 HANN 41IRESULT OF NISTORY REVIEW 
1999/16/01 38 115 .41 164 FPS 1 TSC 15.86 TEC TEN .610 M6ALL 871RESULT OF HISTORY REVIEW 
1999160/61 38 115 6RD TSO TSH .616 ZPS3C 1331 
1996/80/61 38 115 ND0 1 TOS TSH .610 ZPS3C 901 
1993/66/61 38 115 ODD 1 TEC TEN .810 ZBAHF 221 
1994/64/61 38 115 148MN 1 TOC 16.89 TEC TEN .610 EBALL 991 

"44 110 .28 148 POD 1 TOH 16.97 TEC TEN .610 MHARH 391RESULT OF HISTORY REVIEW 
1999/19/61 44 110 ODD TSH TSH .610 ZP53C 1331 
1998/65/61 44 115 NODD 1 TSH TSH .610 2P531 901 
199811/01 44 115 166 1 TOS 10.80 TEC TEN .610 EBALL 61RESULT OF DISCREPANCY RESOLUTION 

1 19961101 4,4 115 NO 1 TOH TSH .610 ZPSH" 271 
1 1999//4/01 , 115 .92 106 MIO 1 TSH 19.86 TSC TEN .610 EBALL 671 

1 98 115 .02 0 PCT 22 P2 V54 -. a2 TEC TEN .610 MANN 351 

199918/41 86 115 .54 8 PCT 13 M2 V04 -. 64 TEC TEN .61 MBALL 871 
1999/18/61 86 115 N6D TSH TSH .616 ZPS3C 1311 
S1998/0/61 96 115 ODD 1 TSH TSH .610 2PS3C 971 
1993/06/61 8H 115 ND1D TEC TEH .916 ZBAHF 101 

75 118 .85 149 F50 1 16H 23.55 TEC TEN .610 MHARH 551RESULT OF HISTORY REVIEW 
1999/16/81 5 116 .76 157 F50 1 OH 23.64 TEl TEN .610 MBALL 391RESULT OF HISTORY REVIEW 
1998/15/11 £ 116 ND8 1 TSH TSH .616 ZPO3C 1411 
19931/9961 5 116 ROD 1 HOC TEN .618 ZBAHF 271 

1 1993/06/61 5 116 .9N 151 MEN 1 010 23.71 TEC TEN .589 EBA8J 321RESULT OF DISCREPANCY RESOLUTION 

S1990/1641/1 6 116 MON 1 010 22.14 TEC TEN .61: EBALL 991 

39 116 .48 PCT 14 P2 V04 -. 88 TEl TEN .610 MIAN 411 
39 118 1.80 0 PCT 24 P2 604 .03 TEC TEN .610 MSARH 411 

1999/11901 39 116 .61 H PCT 14 M2 V54 -. 50 TEC TEH .610 MHAN 291 
1999/10/61 39 116 1.06 8 PCT 22 M2 V54 .69 TEC TEN .610 MBAH 291 

1 19909/HS/1 39 116 .28 PCT 9 M2 VS4 .86 TEC TEN .610 EBALL 11 
1 1998/15101 39 116 NOD 1 TSH TSH .610 ZPS3C 97 

1996/11/01 39 116 .92 PCT 14 M2 VS4 .89 TEC TEN .610 EBALL 61REOULT OF DISCREPANCY RESOLUTION 
19961111/1 39 116 OD 1 TOH TSH .610 ZPSWN 271 
1995/07/01 39 116 .78 PCT 12 11 VS4 .74 TEC TEN .619 EBALL 281 
1995/07/01 39 116 NOD 1 TSH TSH .620 Z303C 861 

47 116 .28 165 FSO 1 02H 34.75 TEC TEN .610 MOAKH 411REOULT OF HISTORY REVIEW 
47 116 .26 147 FS 1 02C 17.63 TEC TEN .614 MBARH 411RESULT OF HISTORY REVIEW 

1999110/01 47 116 INN 1 02H 34.86 TEC TEN .610 MWALE 87 
1999/10/01 47 116 .26 16R FSO 1 02C 17.72 TEC TEN .610 MHALL 871RESULT OF HISTORY REVIEW 
1998/0S/01 47 116 ROD 1 TSH TSH .810 ZPS3C 971 
1995/07/41 47 116 .20 140 M 1 02H 34.86 TEC TEN .810 EBALL 281 
19951/7/11 47 116 HOD 1 TSH TSH .620 Z3S3C 791 
1996/04/61 47 116 M8N 1 02H 33.74 TEC TEN .61H EBALL 991 

1:7 118 1.44 0 PCT 27 P2 V52 -. 64 TEC TEN .610 M4ARK 291 
107 118 1.71 0 PCT 34 P2 V$2 .67 TEC TEN .610 MOARK 291 

1990/10/61 107 118 .23 0 PCT 23 M2 .52 -. 54 TEC TEN .610 MNALL 911 
1999/16/61 107 110 .28 0 PCT 20 M2 V52 .71 TEC TEN .610 H8ALL 911 
1998/0/01 107 118 NOD 1 TSO TSH .61a ZPS3C 971 

7 19967/01 107 116 NOD 1 TEC TEN .610 EBALL 268 
1995167/01 107 116 NOD 1 TSH TSH .626 Z3S3C 791 

S23 116 1.48 0 PCT 34 P2 V56 -. 78 TEC TEN .:10 HMARN 311 
1999/10/01 123 116 1.63 0 PCT 28 M2 V56 -. 42 TEC TEN .610 H8ARH 25i 
1998/05/01 123 116 56 PCT 14 M2 V$6 -. 75 TEC TEH .610 ESALL 11 
19980561 123 116 NOD 1 TSH TSH .619 ZPS3C 97I 
19961/161 123 116 .57 PCT 11 N3 V66 -. 76 TEC TEH .616 EBALL 31 
1996/11/61 123 116 NOD 1 TSH TSH .610 ZPSNP 261 
1995/67/61 123 116 .82 PCT 13 11 VS6 -. 85 TEC TEN .616 EBALL 271 
1995/67/91 123 116 NOD 1 TSH TSH .620 53S3C 801 

1 125 116 .25 64 'So I 67C 16.24 TEC TEN .10 MBARNH 311RESULT OF HISTORY REVIEW 
1999/161 125 116 .25 49 FED I H71 18 13 TEC TEN ,619 MBALL 91IRESULT OF NISTORY REVIEW 
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1 1999110/01 126 116 2.06 181 DMG 1 TSC 11.52 TEC TEN .610 MOALL 911 

1 1998/95691 126 116 NMD 1 TOM TSH .610 ZPS3C 97I 

1 1993/06/01 125 116 .3. 123 HMS I 07C 10.20 TEC TEN .610 ZBAHF 10IRESULT OF LEAD ANALYST RESOLUTION 

1993/06/02 125 116 .32 52 1SH 1 07C 10.18 TEC TEH .610 ZBAHF 151 

36 117 .21 150 FSP 1 02H 33.56 TEC TEN .610 MANH 411RESULT OF HISTORY REVIEW 

1998105/91 30 117 NDD 1 TEC TEN .61B EBALL 171RESULT OF DISCREPANCY RESOLUTION 

1998/95101 3M 117 NDD 1 TSO TOM .610 ZPS3C 971RESULT OF DISCREPANCY RESOLUTION 

44 117 .21 159 FED 1 eSC 23.19 TEC TEN .610 NBARH 2071RESULT OF HISTORY REVIEW 

1998105101 44 117 MRS 1 TEC TEN .610 EBALL 171 

1 1998105/01 44 117 ;MDD .: : TSN TSH .610 ZP53C 971 

69 117 .80 158 FID 1 041 35.40 TEC TE1 .610 MBARH 371RESULT OF HISTORY REVIEW 

1 1998/01/01 60 117 2.95 78 NaS 6 04C 34.39 TEC TEN .610 EBALL 171HISTORY REVIEW PERFORMER 

1 1998/05/01 66 117 MOD 1 TOM TSH .610 ZPS3C 97| 

1 1999/04/01 69 117 amS 1 04C 33.60 TEC TEN .610 EBALL 991 

96 117 .73 152 FRO 1 SIC 10.26 TEC TEN .610 M5A5H 3S1RESULT OF HISTORY REVIEW 

1999/10/01 96 117 NOD TSH TEN .610 ZPS3C 1331 

1998/05/M1 96 117 2.99 62 N8a 6 TON 14.27 TEC TEN .610 EBALL 171RESULT OF DISCREPANCY RESOLUTION 

1 1998/05/01 96 117 [HISTORY REVIEW PERFORMED 

1 1998/05/01 96 117 IMF 6 sic 9.02 TEC TEN .610 EBALL 171RESULT OF DISCREPANCY RESOLUTION 

1 1998/05/01 96 117 1.99 83 MSM 6 s1c 18.64 TEC TEN .610 EBALL 171RESULT OF DISCREPANCY RESOLUTION 

1 1998/85/01 96 117 IHISTORY REVIEW PERFORMED 

1 1998/05/01 96 117 NDD 1 TN TISM .618 ZPS3C 951 

1998/04/01 96 117 mm 1 TSN 13.70 TEC TEN .616 EBALL 991 

1990/94/01 96 117 MRS 1 SiC 9.99 TEC TEN .610 EBALL 991 

116 117 .31 96 VOL 3 03C -. 97 03C *3C .610 ZPS3C 4I 

116 117 .38 98 VOL 3 03C -. 15 53C *3C .616 ZPS3C 41 

116 117 .47 6 PCT 20 P2 03C -. 34 TEC TEN .616 flARN 311 

19998/1/01 116 117 .23 84 DIS Ml 03C .06 TEC TEN .610 SWARH 261RESULT OF HISTORY REVIEW 

1 1998/05/01 116 117 N6F 03C -. 11 03C 03C .610 ZPS3C 21 

1998/05101 116 117 .33 156 OSS Ml 03C -. 16 TEC TEN .619 EBALL 17IRESULT OF LEAD ANALYST RESOLUTION 

1 1998/05/01 116 117 NMD 1 TSO TEN .610 ZPS3C 951 

124 117 .65 0 PCT 16 P2 V57 -. 23 TEC TEN .610 SOH 291 

1 1999/10/01 124 117 .88 0 PCT 19 M2 VS7 .11 TEC TEN .610 5BARM 251 

1 1998/05101 124 117 .18 137 PCT 8 12 V57 -. 28 TEC TEN .610 EBALL 131RESULT OF DISCREPANCY RESOLUTION 

1 1998/65181 124 117 NDD 1 TSN TSN .610 ZPS3C 951 

37 118 .60 157 FPD 1 01H 6.52 TEC TEH .610 15AMR 391RESULT OF HISTORY REVIEW 

1 1999/18/01 37 118 .49 1560 FSD 1 TSN 3.43 TEC TEH .610 NBARH 291RESULT OF HISTORY REVIEW 

1 1999/10/01 37 118 INR 1 0I1 5.64 TEC TEN .610 WN 291 

1 1998/09/81 37 116 NOD 1 TSN TSH .610 2P53C 951 

1 1992/03/61 37 118 NODR TEN TEC .610 ZAHF 51 

1 19901/4/91 37 118 1MR 1 TSH 3.50 TEC TEN .610 EBALL 991 

I 1990/04/01 37 118 M8M 1 616 9.48 TEC TEN .610 EbALL 991 

45 118 .25 0 PCT 14 P2 06H -. 33 TEC TEN .610 MBARH 391 

45 118 .39 44 VOL 3 96H .96 069 06H .610 ZPS3C 1631 

1 1998/15/01 45 118 NOD I TON TEN .619 ZPS3C 951 

1996111/01 45 118 NOD 1 TEC TEN .610 EBALL 61 

1996/11/01 45 118 MOD 1 TON TSH .619 ZPSMN 271 

123 118 1.97 9 PCT 32 P2 VS6 -. 95 TEC TEN .610 NBARH 291 

1999/10/81 123 118 1.20 0 PCT 23 92 VS6 -. 79 TEC TEN .619 MBARH 251 

1999/10/91 123 118 MRD TEN TOM .610 ZP53C 1331 

1998/65/01 123 118 .47 PCT 14 12 VS6 -. 94 TEC TEN .610 EBALL 11 

1998/05/01 123 118 MOD 1 TEN TOM .610 ZPS3C 951 

1 1996/11/61 123 118 .63 PCT 12 M3 VS6 -1.02 TEC TEN .610 EBALL 31RESULT OF DISCREPANCY RESOLUTION 

1 1996/11/81 123 118 ROD 1 TOM TSH .610 ZPSMN 271 

1 1995/87/01 123 118 1.68 PCT 16 11 V36 -. 74 TEC TEN .616 EBALL 271 

1 1995/07/01 123 118 9OD 1 TEN TSM .620 Z353C Soj 

1993/086/01 123 118 .61 78 PI Ml VS6 -. 88 TEC TEN .610 Z1AHF IORESSULT OF DISCREPANCY RESOLUTION 

1993/06/01 123 118 IRETEST - TEST WITH WEAR SCAR STANDARD IN-LINE 

1993/06/61 123 118 .52 PCT 21 M2 V56 -1.04 oOC TEN .619 ZBAHF 261 

17 128 .25 54 F5D 1 siC 36.35 TEC TEN .619 SWARH 87IRESULT OF HISTORY REVIEW 

1999/10/01 17 120 .17 S8 FSD 1 OIC 36.43 TEC TEN .610 NSOAEH 291RESULT OF HISTORY REVIEW 

1998/05/01 17 120 NOD 1 TSN TSN .610 ZPS3C loll 

1993/96/01 17 120 NOD I TEC TEN .618 ZBAHF 221 

39 120 .40 0 PCT 14 P2 5S4 .87 TEC TEN .610 M1ARN 431 

1999/10/01 39 120 .36 PCT 20 M2 VS4 1.03 TEC TEN .618 SWARH 291 

1998166/01 39 120 .27 PCT 10 M2 VS4 .94 TEC TEH .610 EBALL 171 

19981/5101 39 120 NDR 1 TSH TSH .610 ZPS3C Roll 

41 120 .21 85 VOL 3 06C -. 52 OSC 05C .610 ZPS3C 41 

41 120 109 0 PCT 24 P2 05C -. 75 TEC TEN .610 HEARN 431 

41 120 .45 1i2 FSi 1 83C 18.51 TEC TEN .610 MOARH 43IRESULT OF HISTORY REVIEW 

1999/10/61 41 120 NOD TEC TEN .610 MSALL 911 

1998/05/01N 41 128 NOD 1 TSN TON .610 ZPS3C 1611 

1993/06/01 41 120 NOD 1 TEC TEN .610 ZAHF 221 

57 128 .24 122 VOL 3 95C -. 39 04C 95C .610 ZPS3C 41 

57 120 .26 103 VOL P1 95C .8s 04C 05C .610 ZP53C 4l 

57 126 .28 123 VOL P1 w4C -. 86 S4C 95C .610 ZPS3C 4J 

57 120 1.32 0 PCT 28 P2 65C -. 33 TEC TEN .610 SMOH 43 

57 120 .39 139 FSR I 95C 5.90 TEC TEN .610 MBARH 431RESULT OF HISTORY REVIEW 

57 120 1.15 168 PCT 26 P2 04C -. 14 TEC TEN .610 MBARH 431 

67 120 .24 143 FSD 1 SwC 36.94 TEC TEN .610 NWARN 431RESULT OF HISTORY REVIEW 

1 1999/10/01 57 120 NDF 05C -. 16 05C S5C .610 ZPS3C OI 

1999/160/1 57 120 .32 89 510 mi 05C -. 17 TEC TEN .610 MBALL 851 

1999/18/91 57 120 INR 1 65C 3.82 TEC TEN .610 MBALL 851 

1999/10/01 57 126 .42 130 FGO 1 oSC 6.80 TEC TEN .610 *BALL 851RESULT OF HISTORY REVIEW 

1998/05/01 57 120 RDD 1 TON TOM .610 ZPS3C 1811 

1993/06/01 67 120 .35 138 14W 1 osC 6.95 TEC TEN .610 ZOAHF LOIRESULT OF LEAD ANALYST RESOLUTION 
1990/64/01 57 120 Na8 1 eSC 3.89 TEC TEN .616 ESALL 991 

97 126 .99 0 PCT 23 P2 VS4 -. 87 TEC TEN .610 MOARN 291 

1999/10/81 97 120 RBD TEC TEN .615 NBARH 251 

1699/10/01 97 120 .56 6 PCT 15 K2 VS4 -. 71 TEC TEN .610 MBALL 431 

1 1998/95/01 87 120 NMD 1 TEN TSN .616 ZPO3C 971 
I 1992/03/01 97 120 NMD 1 TEN TEC .610 ZBAHF 5I 

121 128 .82 158 FSD 1 VS2 -1.01 TEC TEN .610 64A6H 311RESULT OF HISTORY REVIEW 

121 120 1.46 0 PCT 33 P2 V52 -. 98 TEC TEN .610 M8ARH 311 

1999/10/81 121 126 RBD TEC TEN .610 SOARH 251 

I 1999/10101 121 120 1.16 0 PCT 24 02 VSI -. 74 TEC TEN .610 NBALL 431 

1 1999110101 121 120 .25 59 FID 1 V52 6.13 TEC TEN .610 MBALL 431RESULT OF HISTORY REVIEW 

I 1999110/01 121 120 NDM TIN TSH .610 ZP53C 1331 

I 1998/05/01 121 120 NOD 1 TISH TIN .610 ZPS3C 971 

1 1996/11/01 121 120 NOM 1 TSH TISH .619 ZPSNM 271 

1 1995107/01 121 120 NOD 1 TSH TON .620 Z3S3C 80l 

1992/03/01 121 120 MOD 1 TEN TEC .619 ZBAHF 51 

40 121 .89 0 PCT 21 P2 VN4 -. 92 TEC TEH .610 M1ARH 431 

48 121 .68 0 PCT 18 P2 VS4 .63 TEC TEH .610 8BARN 431 

1999/10/01 46 121 .88 0 PCT 18 02 6VS4 -. 67 TIC TER .610 M8ARH 291 

1999/1/61 48 121 .29 6 PCT 8 M2 VS4 .75 TEC TEN .610 NSARH 291 
1999/19/01 48 121 NOD TSH TSH .616 ZPS3C 1311 

1998/95/61 40 121 .29 PCT 9 K2 V54 .86 TEC TEN .610 EBALL 11 

1998/65/91 46 121 NOD I TS1 TSH .610 2PS3C 951 
1996/11/81 40 121 1.63 PCT 16 M2 VS4 .64 TEC TEN .610 EBALL 61 

1 1996/11/81 40 121 NOD 1 TSH TSH .616 ZPSNM 271

42 121 3.85 S PCT 41 P2 VS4 -. 81 TEC TEN .610 MBARH 431 
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SG - A ALL REPORTED INDICATIONS 
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1998/65/01 47 126 .20 PCT 9 M2 VS4 -. 89 TEC TEN .616 EBALL SIRESULT OF DISCREPANCY RESOLUTION 
1998/05/01 47 126 .24 PCT 8 M2 VS4 .89 TEC TEN .616 EBALL 11 
1998/65/01 47 126 NOD 1 TSH ISM .610 ZPS3C 991 
1995/67/61 47 126 .27 I1R 11 VS4 1.62 TEC TEN .610 EBALL 291 
1993/06/01 47 126 .26 115 Pi MI VS4 .87 TEC TEN .616 ZBAHPF IIRESULT OF LEAD ANALYST RESOLUTION 

1993/66/01 47 126 ]RETEST - TEST WITH WEAR SCAR STANDARD IN-LINE 
1993/66/01 47 126 .21 PCT 13 K2 VS4 .93 65C TEN .610 ZBAHF 261 

103 126 .88 0 PCT 20 P2 VS2 .25 TEC TEN .610 MOWNH 29 
103 126 1.74 0 PCT 30 P2 VS6 .94 TUC TEN .610 MBARH 291 

1 1999/16/61 103 126 .87 0 PCT 19 M2 VS2 .31 TEC TEN .616 MOARH 291 
1 1999/1/01 103 126 1.26 PCT '25 K2 9386 ;68 TEC EN .610 MAR 291 

1998/05/01 103 126 '-NOD 2 T UN TIN .610 LPS 3C 991 

1992/03/01 103 126 MOD I TEN TEC .610 ZBAHF 41 

t6 127 .19 140 FPN 1 02H 21.67 TEC TEN .610 MBARW 4SIRESULT OF HISTORY REVIEW 
16 127 .23 141 FSD 1 02H 24.21 TEC TEN .616 NBARH 4AIRESULT OF HISTORY REVIEW 
16 127 .36 147 FPD I 03C 23.06 TEC TEN .610 MBARH 451RESULT OF HISTORY REVIEW 

1999f11/01 16 127 .36 149 FPD 1 *3C 23.07 TEC TEN .610 MUALL 391RESULT OF HISTORY REVIEW 
1999/10/61 16 127 N5D TAS TSH .610 ZPS3C 1291 
19986/5/01 16 127 OD0 1 TAN TSH .610 ZPS3C 1111 
1993/06/01 16 127 MOD I TEC TEN .610 ZSAHF 11IRESULT OF DISCREPANCY RESOLUTION 

14 127 .37 28 FSD 1 02H 24.50 TEC TEN .616 MBARH 4AIRESULT OF HISTORY REVIEW 
14 127 .27 142 FSD I 02H 36.99 TEC TEN .610 WARN 451RESULT OF HISTORY REVIEW 

1 1999/10/61 14 127 NOD TAN TSH .610 ZPS3C 1271 
1 1999/05/61 14 127 N6D 1 TSH TSH .610 ZPS3C 1111 

1996/11/01 14 127 .74 67 MON 3 N2H 24.41 TEC TEN .610 EBALL 61RESULT OF DISCREPANCY RESOLUTION 
1996/11/61 14 127 .71 162 MOM 3 02H 35.35 TEC TEN .616 EBALL 61 
1996/11/61 14 127 NDD 1 TSH TSH .616 ZPSNM 281 

38 127 .42 149 FPD 1 TSH 18.20 TEC TEN .616 MBARN 451RESULT OF HISTORY REVIEW 
38 127 .55 6 PCT 20 P2 VS4 .74 TEC TEN .610 HBARH 45M 

1999/10101 38 127 INR I TSH 6.93 TEC TEN .61 MWNH 331 
1999/10/01 38 127 .49 159 FPD 1 TSH 18.18 TEC TEN .610 MOWN 331RESULT OF HISTORY REVIEW 

1 1999/10/01 38 127 .65 6 PCT 16 M2 V94 .89 TEC TEN .61 MWBARH 331 
1 1999/110/1 38 127 NOD TIS TSH .610 ZPS3C 1291 
1 1998/05/01 38 127 .21 PCT 7 M2 VS4 .96 TEC TEM .610 EBALL 11 
1996805/01 38 127 NOD 1 1S6 TSH .610 OPS3C Slll 
1996111/01 38 127 INR 3 TS3 7.23 TEC TEN .616 EBALL 61RESULT OF DISCREPANCY RESOLUTION 
1996/11/01 38 127 INR 3 IS6 18.75 TEC TEN .616 EBALL 61RESULT OF DISCREPANCY RESOLUTION 
1996/11/61 38 127 1.78 PCT 19 K2 VS4 .73 TEC TEN .610 EBALL 6I 
1996/11/01 38 127 N6D 1 TAS TSH .610 ZPSUH 281 
1995/07/01 39 127 .48 155 MOM 1 TSM 7.25 TEC TEN .610 EBALL 291 
1995/07/01 38 127 .44 161 Nam 1 TSH 18.75 TEC TEM .616 EBALL 291 
1995/07/01 38 127 .67 PCT 11 11 VS4 1.07 TEC TEN .610 E8ALL 291 
1993106/01 38 127 .43 156 MGN 1 Tam 18.64 TEC TEN .610 ZBAHF 1II 

1993/06/01 38 127 .46 79 PI Ml VS4 .84 TEC TEN .610 ZBAHF 11 RESULT OF LEAD ANALYST RESOLUTION 
1993/99/01 38 127 IRETEST - TEST WITH WEAR SCAR STANDARD IN-LINE 
1993106181 38 127 .35 PCT 17 M2 VS4 .89 wAC TEN .610 ZOAHF 261 
1993/06/61 38 127 DOD 1 6C 08H .680 ZRUFH 331 

58 127 .22 131 FPD 1 04H 8.36 TEC TEN .610 MSOW 451RESULT OF HISTORY REVIEW 
1999/10/01 58 127 MOD TSM TSH .610 ZPS3C 1271 
1998/05/01 58 127 NDa 1 TSH TaN .610 ZPS3C 1131 

1 1996/11/01 58 127 NMD 1 TEC TEN .610 EBALL 6I 
1 1996/11/81 58 127 NOD 1 TIS TSH .618 ZPSNH 27gRESULT OF DISCREPANCY RESOLUTION 

1 82 127 .62 81 PLP 6 TASN 2.07 ISH TSH .610 ZPS3C 1811 
1999/16/01 82 127 NOD ISH 1S3 .618 ZPS3C 1291 
1998/05/01 82 127 NUD 1 TAS TSA .610 ZPS3C 1131 
1996/11/01 82 127 NOD 1 TEC TEN .610 EBALL S1 
1996/11/01 82 127 ND3 1 TSH TSH .610 ZPSON 271 

112 127 .82 181 VOL P1 63C .88 63C 03C .610 ZPS3C 4I 
112 127 .60 0 PCT 23 P2 13C .11 TEC TEN .61 MOBARH 311 

1999/16/61 112 127 ND6 TSH TSH .610 ZPS3C 1271 
I 1998/15/81 112 127 N6D 1 TSH TIS .616 ZPS3C 1111 

1996/11/61 112 127 NOD 1 TEC TEN .610 EBALL 41 
1996/11/61 112 127 NOD 1 TSH TIS .610 ZPSNM 271 

37 128 .48 0 PCT 18 P2 VS4 -. 78 TEC TEN .610 ARH 45M 
37 128 .41 0 PCT 16 P2 VS4 .84 TEC TEN .610 MBARH 451 

1999/16/01 37 128 .88 0 PCT 26 M2 VS4 -. 49 TEC TEN .616 MOHW 331 
1999/16/61 37 128 .34 0 PCT 16 M2 VS4 .58 TEC TEN .610 MOARH 331 
1998/65/01 37 12B NDD 1 TSH TSH .610 ZPS3C 111i 
1992/63/61 37 128 NDD 1 TEN TEC .610 ZSAHF 41 

47 128 .99 O PCT 28 P2 VS4 -. 75 TEC TEN .610 WARN 451 
1999/16/61 47 128 INR 1 TSH 2.22 TEC TEN .616 MRALL 891 
1999/16/61 47 128 1.26 PCT 31 62 VS4 -. 31 TEC TEN .610 MUALL 891 
1998/65/81 47 128 NOD 1 TSH TIS .610 ZPS3C 1111 
1995/67/01 47 128 1.23 161 MNM 1 TSH 2.22 TEC TE1 .610 EBALL 291 
1995/67/01 47 128 NDD 1 TSH TSN .620 23S3C 811 

61 126 .89 143 FPD 1 02H 27.78 TEC TEM .610 MWARH 4SIRESULT OF HIST6RY REVIEW 
I 1999/16/61 61 128 .79 156 FSD 1 62H 27.52 TEC TEN .610 M NARH 33IRESULT OF HISTORY REVIEW 
1 198/65/01 61 128 N6D 1 TSH IS3 .610 ZPS3C 1161 
1 1992/83/81 61 128 NOD 1 TE6 TEC .610 ZBAHF 4I 
1 1996/64/01 61 128 MNa 1 82H 26.68 TEC TEN .610 EBALL 991 

1 65 128 .50 137 F8D 1 619 4.47 TUC TEN .610 WARN 49IRESULT OF HISTORY REVIEW 
65 128 .59 137 FPD 1 06H 15.69 TEC TEN .610 MOWH 451RESULT OF HISTORY REVIEW 

I 1999/10181 65 128 .40 157 FPD 1 01H 4.59 TEC TEN .610 MOALL 991RESULT OF HISTORY REVIEW 
1999/16/61 685 128 .61 159 FSD I 06H 15.56 TEC TEN .610 MBALL 991RESULT OF HISTOR6 REVIEW 

1 1998/05/8a 65 128 NDD 1 IS3 TIS .610 ZPS3C 1151 
1 1993/06/81 65 128 .46 153 HmN 1 016 4.39 TEC TEN .610 ZBAHF 121 
1 1996/64/61 65 128 MNa 1 06H 14.60 TUC TEN .610 EBALL 99l 

73 128 1.23 6 PCT 26 P2 VS4 .11 TEC TEN .610 MOHW 331 
1 1999/10/61 73 128 1.34 6 PCT 26 M2 V84 .11 TEC TEN .616 MBAOWH 331 
I 1998/05/61 73 128 NDD 1 TSH 18 .616 ZPS3C 1151 

1992/03/81 73 128 NOD 1 TEN TEC .810 ZBAHF 41 

81 128 .40 78 PLP 10 TSH 2.47 TSH TIS .610 ZPS3C 1171 
81 128 .28 88 PLP 10 TS1 2.15 TSH TSH .610 ZPS3C 1811 

I 1999110/01 61 128 NDD TEC TEN .610 MBALL 99j 
I 1998/05101 91 128 NOD 1 TSH TSH .610 ZPS3C 1151 
I 1993106/01 81 128 MOD 1 TEC TEN .610 ZBAHF 121 

17 130 .21 76 FPD 1 04H 35.94 TEC TEN .610 MOARH 43IRESULT OF HISTORY REVIEW 
1 1999/10/61 17 130 N6D TSH TSH .610 ZPS3C 1271 
1 1998105/01 17 130 NOD I TSI TSH .610 ZP$3C 1131 

1996111/01 17 130 .65 94 4M4 3 04H 36.15 TEC TEN .610 EBALL 7IRESULT OF DISCREPANCY RESOLUTION 
1996/111/1 17 136 ND3 1 TS1 TSH .610 ZPSNM 281 

25 130 .35 137 FPD 1 SIN 29.78 TEC TEN .610 MOHW 431RESULT OF HISTORY REVIEW 
25 116 .25 146 FPD 1 016 35.56 TEC TEN .610 MOUNH 431RESULT OF HISTORY REVIEW 

1999110/01 26 136 .27 145 FPD 1 S1 29.79 TEC TE1 .610 ESARN 331RESULT OF HISTORY REVIEW 
1999/10/01 26 138 .23 15 FPD 1 SI0 3R.51 TEC TEN .610 MOSH 331RESULT OF HISTORY REVIEW 
1998185/01 25 130 ND3 1 18 TSH .610 ZPS3C 1131 
19921/3/81 25 130 NDD 1 TEN TEC .610 ZBAHF 31 

63 136 .39 145 FSD 1 02H 11.61 TEC TEN .616 MW•N 43IRESULT OF HISTORY REVIEW 
1999110/01 63 130 NDD TEC TEN .610 18ALL 991 

1 1998105/81 63 130 NDD 1 TSH TSH .616 ZPS3C 1171 
1 19931/61/1 63 130 NDD 1 TEC TEN .616 ZBAHF 121 

67 138 .19 73 FD 1 604H 6.11 TEC TEN .616 MBARH 431RESULT OF HISTORY REVIEW 
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SG - B ALL REPORTED INDICATIONS 

Pallsades I RF67 PAL 20010502 O5/02/2661 11:66:36 
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67 136 .23 138 FSD S NOC 6.36 TEC TEH .610 leARH 431RESULT OF HISTORY REVIEW 
6 87 136 .22 46 FPD 1 N5C 26.63 TEC TEN .610 MBARN 431RESULT OF HISTORY REVIEW 

1959/16/61 67 139 NOD TEC TEH .616 W6AR6 331 
1998/05/01 87 136 NDD 1 TSH TSH .616 ZPS3C 1171 
1992/63/01 67 136 NOD 1 TEN TEC .616 ZANF 31 

165 136 .80 PCT 19 P2 VS2 -. 42 TEC TEN .816 4BARH 291 
1999/10/01 105 136 .33 6 PCT 9 142 VS2 -. 65 TEC TEN .616 1BARH 331 
1999/16/61 180 136 .52 6 PCT 14 M2 VS4 -. 45 TEC TEN .616 6BARH 331 
1998/65/61 165 130 .16 PCT 5 N2 VS2 -. 70 TEC TEN .616 EBALL 11 
199: SO5O// 105 136 NOD 1 TSO TOS .810 ZP83C 1171 
1996/1111/11 166 136 1.22 FPCT7: S N 2 VS -69 . TEC TEN .616 EBALL 5IRESULT OF DISCREPANCY RESOLUTION 
1996/111 1 136 :"5DD " TSH TOS .616 ZPSNN 291 

11 136 .76 6 PCT 25 P2 VS4 .82 TEC TEN .816 lBARH 311 
189/916/61 1l 136 .68 N PCT 16 K2 VS4 .68 TEC TEN .16I N8ARH 331 
1998166/11 111 136 0DD 1 TSH TSH .16: ZPS3C 1171 
1993/66/81 111 136 NDO 1 TEC TEN .86I ZBAHF 121 

4 131 .36 126 FSD 1 644 17.35 TEC TEN .616 lBARH 571RESULT OF HISTORY REVIEW 
1998/65/61 4 131 NOD 1 TSH TSH .616 ZPS3C 1151 
1995/87/Ni 4 131 1.84 65 4BN 6 8 M4 17.23 TEC TEN .616 ENALL 311 
19956/67/1 4 131 NOD 1 TSH TSH .626 Z3S3C 871 

12 131 .28 149 FSO 1 644 35.05 TEC TEN .616 MlARN 43IRESULT OF HISTORY REVIEW 
1998/05/01 12 131 NOD 1 TSH TSH .61$ ZPS3C 1131 
1998/65/61 12 131 NOD 1 TSO TSH .616 ZPS3C 1151 
1996/67/61 12 131 NDD 1 TEC TEN .616 EBALL 321 
1996/67/61 12 131 NOD 1 TSH TOH .626 Z3S3C 871 

36 131 .29 156 FSOD 1 TSH 18.61 TEC TEN .616 WBARH 431RESULT OF HISTORY REVIEW 
199810/8/1 36 131 NOD 1 TON TSH .616 ZPS3C 1151 
19956/7/01 30 131 .29 148 6B8 1 TSH 18.82 TEC TEN .616 EBALL 311 
19956/7/01 36 131 HDD 1 TSH TSH .628 Z3S3C 871 

3N 131 .74 6 PCT 20 P2 VS4 1.86 TEC TEN .816 lEARN 431RESULT OF HISTORY REVIEW 
1999/1/01 38 131 .45 6 POT 18 42 VS4 .81 TEC TEN .860 M6ALL 99 

/6199/6/61 38 131 NOD 1 TSH TON .816 ZPS3C 1151 
1993/N6H/1 38 131 NOD I TEC TEN .816 ZBAHF 131RESULT OF DISCREPANCY RESOLUTION 

52 131 .42 56 D0S P1 66C -. 73 TEC TEN .616 NBARN 431RESULT OF HISTORY REVIEW 
S1999/1/61 52 131 NDF S6C -. 78 806C SC .816 ZPS3C 81 

51999/16/1 62 131 .36 72 DSS HI oC - .78 TEC TEN 816 .I BALL 991 
1999110/01 52 131 NDD TSH TSH .616 ZPS3C 1291 
-1998/65/61 52 131 ND0 1 TSH TSH .616 ZPO3C 1161 

1993/06101 52 131 NOD 1 TEC TEN .610 ZBAHF 131RESULT OF LEAD ANALYST RESOLUTION 

60 131 .15 97 FSO S MSH 3.01 TEC TEN .610 feBARH 431RESULT OF HISTORY REVIEW 
1998/05661 66 131 "nD 1 TSH TSH .610 ZPS3C 1161 
1965/07/81 6 131 NOD 1 TEC TEN .610 EBALL 321 

S19950/07/81 60 131 NOD I TSH TOH .620 ZS3C 831 

76 131 .59 148 FSD 1 018 27.6 TEC TEN .610 M8ARH 361RESULT OF HISTORY REVIEW 
1999110/61 76 131 .51 148 FSD 1 618 26.97 TEC TEN .610 MSALL 99IRESULT OF HISTORY REVIEW 
199 /160/1 76 131 .22 117 FOD 1 M6H 28.12 TEC TEN .610 NPALL 991RESULT OF HISTORY REVIEW 
1998/96/61 76 131 NOD 1 TSH TSH .616 ZPS3C 1161 
1995/67/61 76 131 NOD 1 TEC TEV ..6I EBALL 321 
1995/87/61 76 131 NOD 1 TSH TOH .626 Z33C 831 
1993/6/601 76 131 NOD I TSH TOH .816 ER:I9 281 
1996/64/61 76 131 "am 1 61N 28.06 TEC TEH .818 EBALL 991 

116 131 .73 198 VOL 3 63C -. 91 63C 63C .816 ZPS3C 41 
118 131 1.62 96 VOL 3 63C .963C 0 3C .816 ZPS3C 41 
110 131 1.13 6 PCT 30 P2 63C .87 TEC TEH .810 MBARH 31l 

1998/65101 116 131 NOD 1 TSO TSH .610 ZPO3C 1171 
1996/07/81 116 131 NOD 1 TEC TEH .610 EBALL 321 
19956/67/1 li1 131 NOD 1 TSH TSO .626 23030 83j 

S33 132 .19 125 FSD 1 S2H 26.16 TEC TEN .610 48ARH 431RESULT OF HISTORY REVIEW 

1999/16/61 33 132 .38 168 FSO 1 NON 26.93 TEC TEN .610 M14ALL 991RESULT OF HISTORY REVIEW 
1998/65/1 33 132 NOD 1 TSH TSH .616 ZPS3C 1811 
1993/68/1 33 132 .26 142 1 62H 25.82 TEC TEN .86I ZBAMF 131RESULT OF DISCREPANCY RESOLUTION 

39 132 1.89 0 POT 32 P2 VS4 .74 TEC TEH .610 4BARH 431 
1999/15/01 39 132 1.45 6 PCT 27 H2 VS4 .91 TEC TEN .616 lEARH 331 
169986/61 39 132 .83 95 R68 Ml VS4 .95 TEC TEN .616 EBALL 191 
1998/a6/61 39 132 .62 PCT 18 M2 VS4 .82 TEC TEN .610 EBALL 251 
1998/05/01 39 132 NDD I TSH TSH .616 ZPS3C 1611 

41 132 .87 6 PCT 22 P2 VS4 .86 TEC TENH .16 HSARH 431 

1999/11/61 41 132 .40 6 PCT 11 M2 VS4 .69 TEC TEN .818 1488AR 33I 
S1999/86/61 41 132 .14 PCT 5 M2 V$4 .81 TEC TEN .618 EBALL 11 

1998/86/61 41 132 MN0 1 TSH TSH .810 ZPS3C 1611 
1996/11/1 1 41 132 .23 PCT 6 M3 VS4 .76 TEC TEN .816 EBALL 71RESULT OF DISCREPANCY RESOLUTION 
199/1//1 41 132 ND0 1 TSH TSH .610 ZPSNM 29j 
1995167/:1 41 132 .45 PCT 8 11 9S4 1.11 TEC TEN .616 EBALL 311 
1993/66/61 41 132 ..4 74 P1 Ml V54 .80 TEC TEN .616 ZBAHF 171RESULT OF DISCREPANCY RESOLUTION 
1993166/11 41 132 IRETEST - TEST WITH WEAR SCAR STANDARD IN-LINE 
1993106101 41 132 .28 PCT 13 M2 VS4 .74 04C TEH .610 Z8AHF 261 

1 43 132 .36 161 FSD 1 63H 4.69 TEC TEN .616 NBARH 431RESULT OF HISTORY REVIEW 
1999/SNNi 4 132 .26 151 FSD 1 63H 4.65 TEC TEN .816 NBARH 331RESULT OF HISTORY REVIEW 
1999/16/1 43 132 .21 119 F0D 1 03H 4.66 TEC TEN .610 HBARH 351RESULT OF HISTORY REVIEW 
19986/01 43 132 NOD 1 TSH TSH .610 ZPS3C 1611 
1993/066/1 43 132 NOD 1 64C TEN .610 ZBAHF 261 
1992/63/61 43 132 NED 1 TEN TEC .616 ZBANF 31 

45 132 .68 6 POT 19 P2 V64 .78 TEC TEN .616 lEARNH 43 
1699/10601 45 132 .28 6 PCT 8 N2 VS4 .61 TEC TEN .616 NSARH 331 
1998/66/61 45 132 .69 PCT 3 M2 VS4 .96 TEC TEN .616 EBALL 1I 
1968/66/61 45 132 NDO 1 TSH TSH .618 zPs3C 1611 
1998/11/61 45 132 .76 PCT 16 M2 VS4 .74 TEC TEN .610 EBALL 71RESULT OF DISCREPANCY RESOLUTION 
1998/11/61 45 132 NOD 1 TSH TOS .616 ZPSNN 291 
1996 /67/61 46 132 .41 PCT 8 11 VS4 .84 TEC TEH .816 ENALL 321 

9193/86 1 45 132 .22 6 P1 M VS4 .86 TEC TEH .610 ZBAHF 171RESULT OF DISCREPANCY RESOLUTION 
1 1993/@6801 45 132 RETEST - TEST WITH WEAR SCAR STANDARD IN-LINE 
1 1993/066/1 45 132 .13 PCT 16 M2 VS4 .74 04C TEH .816 ZAHF 26I 

63 132 .41 6 PCT 14 P2 V63 .96 TEC TEN .816 48H 431 
1999/10/01 83 132 .67 0 PCT 14 42 V03 .88 TEC TEN .861 lwARN 331 
1998/65/61 83 132 .36 148 R68 M1 VS3 1.13 TEC TEN .610 EBALL 191 
I198/66/01 83 132 .22 PCT 18 MH VS3 1.60 TEC TEN .616 EBALL 251 
1998/01 83 132 NDD I TSH TSH .610 ZPS3C 1631 

99 132 1.21 6 PCT 24 P2 VS2 -. 61 TEC TEN .616 N8ARH 291 
99 132 1.69 8 PCT 36 P2 VS2 .65 TEC TEN .610 EARN 291 
99 132 .76 6 PCT 18 P2 VS4 .79 TEC TEN .10 6BARH6 291 

1999/16/61 99 132 .72 B PCT 17 M2 VS2 .63 TEC TEN .816 14ARN 331 
1999/111/1 99 132 96 6 POT 21 M2 6S2 .81 TEC TEN .616 BA8H8 331 
1999/16/61 99 132 .28 N PCT 8 M42 VS4 .87 TEC TEH .816 MW4H 33I 
1998/66/61 99 132 63 34 RWS Ni VS2 -,47 TEC TEN .610 EBALL 19IRESULT OF DISCREPANCY RESOLUTION 
1998/86/61 99 132 .33 83 685 41 6S2 .86 TEC TEN .616 EBALL I9jRESOLT OF DISCREPANCY RESOLUTION 
1996/65/01 99 132 .41 153 R6WS 41 VS4 1.02 TEO TEN .610 EBALL 191RESULT OF DISCREPANCY RESOLUTION 
199911/6/1 99 132 26 PCT 11 M2 VS2 -. 61 TEC TEN .610 EBALL 261 
19986/NI 99 132 28 POT 9 62 6S2 .85 TEC TEN .616 EBALL 261 
1996/66/81 99 132 .11 PCT 6 M2 VS4 .79 TEC TEN .616 EBALL 251 
L 9986/6/:1 99 132 NOD S TSO TSO .816 zPs3c 1171 

198 132 .52 158 FSO 1 TSH 23 93 TEC TEN .816 89ARH ZIRESULT OF HISTORY REVIEW 
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105 132 .21 117 FSD 1 019 3.64 TEC TEN .610 HBARH 291RESULT OF HISTORY REVIEW 
1999110101 106 132 .52 157 FSD 1 TSH 23.73 TEC TEN .610 9BARH 331RESULT OF HISTORY REVIEW 
19991101R1 1095 132 .41031 FSD I *DN 3.65 TEC TEH .610 tARRH 331RESULT OF HISTORY REVIEW 
1998/05/01 105 132 NRD I TSH TSH .610 ZPS3C 1171 
1993/06101 135 132 NOD 1 TEC TEN .610 ZBAHF 141 
1990/04101 1095 132 168 1 01H 3.28 TEC TEN .610 EBALL 991 

109 132 .44 3 PCT 19 P2 04C .90 TEC TEN .610 NBARH 311RESULT OF HISTORY REVIEW 
1999/10101 109 132 .33 111 VOL 3 04C .00 0 .269 58 34C 04C .610 ZPO3C 8a 
1999/10101 109 132 .46 0 PCT 12 142 04C -. 06 TEC TEN .610 StARR 331 
1998/65101 109 132 EDo 1 TSH TES .610 ZPS3C 1171 
1992/B3101 139 132 ND" 1 " :: D TEN TEC .610 ZBAHF 31 

8 133 .21 57 FSE 1 BIN 4.14 TEC TEN .610 MBARH 591RESULT OF HISTORY REVIEW 
1999/10/01 8 133 mOE TSR TSH .610 ZPS3C 1271 
19989/5101 8 133 NOD 1 TSR TSH .610 ZPS3C 1171 
1996/11/01 8 133 .68 81 NBR 3 BIH 4.46 TEC TEN .610 EBALL 71RESULT OF DISCREPANCY RESOLUTION 
1996/11/01 8 133 NOD 1 TSR TSH .610 P ZPS90 291 

22 133 .37 0 PCT 15 P2 VS4 .93 TEC TEN .610 NOARH 451 
1999/1/31 22 133 NDD TSM TSH .610 ZPS3C 1271 
1998/05/01 22 133 NOD 1 TSH TSH .610 ZPS3C 1171 

1 1996/11/01 22 133 NRD 1 TEC TEN .610 EBALL 71 
1 1996/11/01 22 133 NOD 1 TOS TSH .610 ZPSNM 29j 

30 133 .26 8 FSD 1 039 2.72 TEC TEN .610 MeARH 451RESUILT OF HISTORY REVIEW 
30 133 .19 42 FSD 1 04C 24.32 TEC TEN .613 leARN 451REEULT OF HISTORY REVIEW 

1 30 133 .26 56 FSD 1 B3C 4.38 TEC TEN .610 9BARH 451RESULT OF HISTORY REVIEW 
30 133 .63 19 FSD 1 03C 4.62 TEC TEN .610 WARN 451RESULT OF HISTORY REVIEW 

1 30 133 .47 51 FSO 1 03C 7.26 TEC TEN .610 MBARH 451RESULT OF HNSTORY REVIEW 
I 30 133 .45 17 F$O 1 TSC 13.49 TEC TEN .610 BARNH 451RESULT OF HISTORY REVIEW 
1 1999/16/01 30 133 RED TSI TSR .610 ZPS3C 1271 
1 1998/05/01 30 133 NOD 1 TSH TSR .610 ZPS3C 1171 
1 1996/11/01 36 133 .48 103 t84 3 03H 3.07 TEC TEN .610 EALL 71 
1 1996/11/01 30 133 .67 165 M8M 3 BC 23.79 TEC TER .610 EBALL 71 
1 1996/11/01 30 133 .82 91 Nam4 3 3C 3.91 TEC TEN .610 EBALL 71 
1 1996/11101 33 133 .72 99 MGM 3 03C 4.48 TEC TEN .610 EBALL 71 
1 1996/11/01 30 133 1.29 91 M814 3 03C 7.12 TEC TEN .610 EBALL 7IRESULT OF DISCREPANCY RESOLUTION 
1 1996111/01 30 133 .63 58 301 3 TSC 10.84 TEC TEN .610 EMALL 71RESULT OF DISCREPANCY RESOLUTION 
1 1996111/01 30 133 NOD 1 TSH TSH .610 ZPSNM 291 

44 133 1.53 0 PCT 35 P2 VS4 .91 TEC TEN .610 14ARH 451 
1999/10101 44 133 1.71 0 PCT 30 M2 VS4 .61 TEC TER .610 M8ARH 331 
1999110/01 44 133 NOE TOS TSH .610 ZPO3C 1271 
1998/06101 44 133 NOD I TIS TSH .610 ZPS3C 1171 

1 1992/03/13 44 133 NDD 1 TEN TEC .610 ZBAMF 31 

1 60 133 .78 146 FSD 1 05H 4.12 TEC TEN .610 ROARN 451RESULT OF HISTORY REVIEW 
60 133 .26 81 FSD 1 BC 29.65 TEC TEN .610 1BARH 451RESULT OF HISTORY REVIEW 

1999/110/1 66 133 NOD TSO TSH .610 ZPS3C 1291 
9198105101 60 133 NOD I TOs TSH .610 ZPS3C 1171 

1996/11/01 53 133 1NA 1 ISM 3.04 TEC TEH .610 ESALL 71RESULT OF DISCREPANCY RESOLUTION 
1996/11/01 50 133 .35 1814 0 B4C 29.10 TEC TEN .610 EBALL 71RESULT OF DISCREPANCY RESOLUTION 
1996/11/01 50 133 ODD I TSH TSH .610 ZPSN4 291 
1996/04/01 50 133 1.10 162 161 0 OSH 3.00 TEC TEH .610 EBALL 781 
1990/04/01 60 133 .89 155 161 1 BC 28.70 TEC TEH .610 EBALL 781 

62 133 .53 23 FSD 1 051 6.08 TEC TEN .613 lEARH 46IRESULT OF HISTORY REVIEW 
1999/10/01 62 133 NRD TSH TNH .610 ZPS3C 1271 
1998/35/01 62 133 NRD 1 TSH TSH .610 ZPS3C 1171 
1996/11/01 62 133 .96 al MGM 3 *OH 6.99 TEC TEN .610 EBALL 51RESULT OF DISCREPANCY RESOLUTION 
1996/11/61 62 133 NRD 1 TSH TON .610 ZPSEB 291 

64 133 .41 23 FSD 1 03C 13.57 TEC TEN .610 ISARH 451RESULT OF HISTORY REVIEW 
1999/10101 64 133 NRD TSH TIN .610 ZPS3C 1291 
1998/05/01 64 133 BOD 1 TIS TSH .613 ZPS3C 1171 

1 1996/11/01 64 133 .66 91 N8R 3 B3C 13.83 TEC TEN .610 EBALL 6;RESULT OF DISCREPANCY RESOLUTION 
1996/11/01 64 133 NOD 1 TES TOS .616 ZPSEN 291 

74 133 .41 157 FED 1 R6H 8.22 TEC TEN .610 NBARH 331RESULT OF HISTORY REVIEW 
1999/10/01 74 133 NOD TIS TIS .610 ZPS3C 1291 
1998/05/01 74 133 NRD 1 TES TSH .610 ZPS3C 1171 
1996/11/01 74 133 INF 3 0 7.20 TEC TEN .610 EBALL 6;RESULT OF DISCREPANCY RESOLUTION 
1996/11/31 74 133 INR 1 06H 7.90 TEC TEN .610 EMALL 6;RESULT OF DISCREPANCY RESOLUTION 
1996/11/e1 74 133 NBD 1 TES TIS .610 ZPSON 291 
1990/04/01 74 133 .70 160 3614 1 06H 7.20 TEC TEN .610 EBALL 781 

100 133 1.22 0 PCT 24 P2 VS4 -. 82 TEC TEN .610 NBARH 291 
1 1999/10/01 106 133 .65 PCT 16 32 VS4 -. 82 TEC TEN .610 M4ARH 33; 
1 1999/16/e1 100 133 NOD TIS TSH .610 ZPS3C 1271 
1 1998/05/91 109 133 NODD 1 TEN TSH .610 ZPS3C 1151 
1 1992/03/01 109 133 NODD 1 TEN TEC .610 ZBAHF 31 

1 19 134 .44 149 FS 1 02H 22.30 TEC TEN .610 NBARH 461RESULT OF HISTORY REVIEW 
1 1999/0/81 19 134 .50 162 FSO 1 026 22.33 TEC TEN .610 HBARH 331RESULT OF HISTORY REVIEW 
1 1999/10/01 19 134 1NR 31 VS4 .90 TEC TEN .610 MBARH 331 
1 19989/e101 19 134 NOD 1 TSH TSH .610 ZPS3C 1631 
1 1992/03/01 19 134 9.96 179 DNT 01 VS4 .76 TEN TEC .610 ZBANF 31 
1 1990/04/01 19 134 66N 1 026 21.20 TEC TEN .610 EBALL 991 

1 39 134 .99 0 PCT 28 P2 VS4 -. 97 TEC TEN .610 1B46H 40; 
1 1999/10/01 39 134 .87 8 PCT 26 32 VS4 -. 82 TEC TEN .610 NMALL 991 
I 1998/86/01 39 134 NOD 1 TSH TES .610 ZPS3C 1631 
1 1993/06/01 39 134 NOD 1 TEC TEN .610 ZBANF 141 

45 134 .76 0 PCT 24 P2 VS4 -. 69 TEC TEN .610 14ARH 451 
1 45 134 1.31 0 PCT 32 P2 VS4 .83 TEC TEN .610 MARH 450 

45 134 .19 122 FSO I S2C 10.53 TEC TEN .610 MBARH 451RESULT OF HISTORY REVIEW 
1 1999/11/10 45 134 1.99 0 PCT 23 32 VS4 -. 59 TEC TEN .610 34H68 331 
1 1999/10/01 45 134 1.63 0 PCT 29 M2 VS4 .76 TEC TEN .610 MBARH 331 
1 1999110101 45 134 .36 169 FSE 1 32C 10.48 TEC TEN .610 64ARH 331RESULT OF HISTORY REVIEW 
1 1998109/01 45 134 .52 PCT 16 M2 VS4 .89 TEC TEN .610 EBALL IlRESULT OF DISCREPANCY RESOLUTION 
1 1998/05/01 45 134 NOD I TSH TSH .610 ZPO3C 1631 
1 0996/11/01 45 134 1.19 PCT IS M2 VS4 .73 TEC TEN .610 EBALL 71 
1 1996/11/01 45 134 BOD I TIS TSH .61 ZPSNO 281 
1 1996/07101 46 134 .80 PCT 13 11 VS4 .76 TEC TEN .610 EMALL 321 
1 1995607/e1 46 134 BoE 1 TSH TSI .620 23S3C 851 

1 65 134 .11 100 TRA 3 TSH .99 TSH TSH .610 ZP03C 1171 
1 1998/05/01 66 134 NRD 1 TSH TSH .610 ZP03C 1791RESULT OF DISCREPANCY RESOLUTION I 
1 1995107/01 65 134 .25 137 NON 1 0SH 20.88 TEC TEN .610 EBALL 311 
1 1995/07/01 65 134 NOD 1 TSH TSH .620 Z353C alI 

67 134 .71 0 PCT 19 P2 06C -. 89 TEC TEN .610 4BARH 431RESULT OF HISTORY REVIEW 
1 1999/10/01 67 134 .77 91 VOL 3 06C -. 89 0 .328 55 06C 06C .610 ZPS3C of 
1 1999/10/01 67 134 .75 0 PCT i6 32 06C -. 45 TEC TEN .610 4BAR6 331 
1 1999/10/01 67 134 NOD TSH TSH .610 ZPS3C 136; 

1998/35/01 67 134 NSD I TSH TSR .610 ZPS3C 1771 
1992/03/01 67 134 NOD 1 TEN TEC .610 ZBAHF 31 

69 134 .73 0 POT 26 P2 VS3 -. 84 TEC TEN .610 lEARH 361 
69 134 1.40 0 PCT 34 P2 VS4 -. 92 TEC TEO .610 NBARN 351 
69 134 .83 0 PCT 27 P2 VS4 .83 TEC TEO .610 14ARH 36; 

1999/10/01 69 134 .65 0 PCT 16 32 VS3 -. 63 TEC TEN .616 BARH 331 
1999/10101 69 134 1.22 0 PCT 24 M2 V94 .. 46 TEC TEO .610 N6ARH 331 
1999113/01 69 134 .50 0 PCT 13 K2 VS4 85 TEC TEN .610 MBARH 331 
1999/IN/el 69 134 8.25 180 DNT 3I 64C -. 64 TEC TEN .613 M8ARH 331 
1998/05/01 69 134 .23 PCT 8 62 VS4 -. 90 TEC TEN .610 EBALL IlRESULT OF DISCREPANCY RESOLUTION I 
1998105/61 69 134 7.81 182 OST 31 04w -. 56 TEC TEN .610 ESALL 11 
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SG - 8 ALL REPORTED INDICATIONS 

P.Ils.d.s 1 RF07 PAL 20018501 0610212"01 11:56:36 

+........... •.... •..... ......... +....+ .... +.....+.... +....... +..........+.........+..+ ........ ÷.....+....... •........•.......•...... ........ +.................................................. ÷ 

I INSPOATE ROW COL VOLTS DEG IND PER CHN LOCH INCH1 INCH2 I CRLEN CR6 BEST ENOT PDIA PTYPE CAL COMMENTS 

1996/11/01 96 138 NOD 1 TSN TON .818 ZPSO 291 
I"1995/07101 95 138 1.08 PCT 15 11 VS4 1.09 TEC TEN .610 EBALL 311 
1993/061/1 95 138 .66 79 P1 Ml VS4 .97 TEC TEH .610 ZBAHF 141RESULT OF DISCREPANCY RESOLUTION 
1993/06/01 95 136 [RETEST - TEST WITH WEAR SCAR STANDARD IN-LINE 
1993/06101 95 138 .56 PCT 22 M2 V94 .87 VS6 TEN .618 ZBAHF 261 
19931/6/01 95 138 21.064 158 WAR 3 VS4 .97 VS6 D0H .580 ZRUFH 331RESULT OF DISCREPANCY RESOLUTION 

10 139 .82 166 FSD 1 03C 8.05 TEC TEN .610 HEARN 571RESULT OF HISTORY REVIEW 
10 139 .26 141 FSD 1 S2C 23.95 TEC TEN .610 lEARN 571RESULT OF HISTORY REVIEW 

1999/10/01 10 139 NODD TO TON .610 ZPS3C 161l 
19981065/01 10 139 NOD 1 TON TON .610 ZPS3C 1651 
1993/06/01 10 139 . :i MI " 1 .. . ."". .. " " TEC TEN .610 ZBAHF 151 
1990/04/01 10 139 .. 'Mm 1 0131. 7.00' TEC TEN .610 EBALL 99I 

20 139 1.83 161 FSO 1 TSC 4.99 TEC TEN .610 4BARH SI1RESULT OF HISTORY REVIEW 
1999/10/01 21 139 NOD TON TON .610 ZPS3C 16sl 
1998/65/01 20 139 NOD 1 TOM TIS .610 ZPS3C 1651 
1996111/01 20 139 4.04 109 NON 3 TSC 5.16 TEC TEN .610 EBALL 71RESULT OF DISCREPANCY RESOLUTION 
1996/11/01 20 139 NOD 1 TO6 TO6 .610 ZPSNI4 371 
1990/04/01 20 139 3.60 164 MN 1 TSC 5.20 TEC TEN .610 EBALL 821 

38 139 .35 143 F$6 1 03H 4.31 TEC TEN .610 NBARH 511RESULT OF HISTORY REVIEW 
1 1999/10/61 38 139 I10 1 03H 3.26 TEC TEN .610 NBALI loll 

1999/10/01 38 139 .69 168 FSI 1 03H 4.59 TEC TEN .610 NBALL 101RESULT OF HISTORY REVIEW 
1999/10/01 38 139 .42 150 FSD 1 siC 21.00 TEC TEN .610 N8ALL 101eRESULT OF HISTORY REVIEW 
1999/l1010 38 139 NOD T16 TON .610 ZPS3C 1351 
1998/06/01 38 139 NOD 1 TSH TOS .616 ZPS3C 1661 
1993/06/01 38 139 NOD 1 TEC TEN .610 ZBAHF 15! 
1990/04/61 38 139 NUN 1 83H 3.28 TEC TEN .616 EBALL 991 

40 139 .20 133 FSD 1 S2H 2.54 TEC TEN .610 NOARN 491RESULT OF HISTORY REVIEW 
1999/10/01 40 139 NOD TON TON .610 ZPS3C 1351 
1998/05/61 49 139 NOD 1 TON TON .610 ZPS3C 1651 
1996/11101 49 139 .93 165 MaN 3 02H 2.78 TEC TEN .610 EBALL 71RESULT OF DISCREPANCY RESOLUTION 

1 1996/11/01 40 139 NOD 1 TON ISM .610 ZPSNN 291 

44 139 1.05 160 F$6 1 01H 22.58 TEC TEN .610 WEARN 2O71RESULT OF HISTORY REVIEW 
1999110/01 44 139 NOD TON TON .610 ZPS3C 1351 
1998/051/1 44 139 NOD 1 TON TOM .610 ZPS3C 1651 
1996/11/01 44 139 1.22 158 08M 1 019 22.76 TEC TEN .610 EMALL 71RESULT OF DISCREPANCY RESOLUTION 
1996/11/01 44 139 INR 1 519 22.56 TEC TEN .610 EBALL BIRESULT OF DISCREPANCY RESOLUTION 
1996/11/81 44 139 NOD 1 TIS TIO .610 ZPS604 291 
1990/04/81 44 139 2.12 160 089 1 019 21.10 TEC TEH .610 EBALL 821 

48 139 1.07 160 FSD 1 04H 12.74 TEC TEN .610 ERHN 471RESULT OF HISTORY REVIEW 
1999/10/01 48 139 NOD TON TON .610 ZPS3C 1371 
1998/05/01 49 139 NOD 1 TON TON .610 ZPS3C 1651 

1 1996/11/01 48 139 INS 1 049 12.81 TEC TEN .610 EBALL 8IRESULT OF DISCREPANCY RESOLUTION 
1 1996/11/81 48 139 NOD 1 TON TON .610 ZPSNO 291 
1 1998/64/01 48 139 1.71 162 lEN 1 849 11.56 TEC TEN .610 EBALL 821 

1 62 139 .46 24 FSO 1 04H 19.79 TSC TEN .616 MWARH 491RESULT OF HISTORY REVIEW 
1 62 139 .39 56 FSD 1 06H 12.15 TSC TEN .616 EARN 49IRESULT OF HISTORY REVIEW 
1 62 139 .32 129 D65 P1 06H .45 TEC TEN .618 ESARH 871 
1 62 139 .38 36 FSD 1 06H 12.66 TEC TEN .610 MBARH 871RESULT OF HISTORY REVIEW 

62 139 .31 121 FSD I siC 35.19 TEC TEN .618 EBARH 871RESULT OF HISTORY REVIEW 
1999/10/01 62 139 NOD TOM TON .610 ZPS3C 1351 

1 1998/05/01 62 139 NOD 1 TOM TON .610 ZPS3C 1651 
1996/11/01 62 139 .66 73 009 3 849 19.71 TEC TEN .610 EBALL 5IRESULT OF DISCREPANCY RESOLUTION 
1996/11101 62 139 .92 8a 0894 3 069 12.18 TEC TEN .618 EBALL SIRESULT OF DISCREPANCY RESOLUTION 
1996/11/01 62 139 30.52 177 DNT 01 VS3 -1.29 TEC TEN .610 EBALL SIRESULT OF DISCREPANCY RESOLUTION 
1996/11/01 62 139 12.25 175 DMNT 0 VS3 -. 58 TEC TEN .610 EBALL SIRESULT OF DISCREPANCY RESOLUTION 
1996/11/61 62 139 NOD 1 TON TON .610 ZPSN6 291 

70 139 .34 26 FSD 1 03H 8.13 TEC TEN .610 MANH 491RESULT OF HISTORY REVIEW 
1999/10/01 70 139 NO0 TIO TON .616 ZPS3C 1351 
1998/05/61 70 139 NOD 1 TS8 TOM .610 ZPS3C 1671 
1996/11/01 70 139 .57 69 lEN 3 63H 8.24 TIC TEN .610 EBALL sI 

I 1996/11/01 70 139 NOD 1 TOM TON .610 ZPSNM 291 

1 92 139 .92 0 PCT 29 P2 VS6 -. 85 TEC TEN .610 lBARH 351 
I 1999/16/61 92 139 NOD TOM TON .610 ZPS3C 1361 
I 1998/05/01 92 139 NOD 1 TO1 TON .610 ZP53C 1671 

1996/11/01 92 139 NOD 1 TIC TEN .610 EBALL SIRESULT OF DISCREPANCY RESOLUTION 
1996/11/01 92 139 NOD 1 1SM TON .618 ZPSN 291 

96 139 1.18 0 PCT 21 P2 VS2 .62 TIC TEN .610 OBARH 351 
I 1999/10/01 96 139 .41 9 PCT 17 02 VS2 .67 TIC TEN .619 NBALL 891 
1 1999/10101 96 139 NOD 1SM TOS .610 ZPS3C 1361 
I 19981/5101 96 139 NOD 1 TON TSH .610 ZPS3C 1831 

1996111101 96 139 NDD 1 TIC TEN .610 EBALL 6j 
1 1996111/81 96 139 NOD 1 1S1 TOS .610 ZPSNM 291 

1 98 139 .58 0 PCT 15 P2 VS4 -. 78 TEC TEN .610 OBARH 291 
I 98 139 .91 9 PCT 20 P2 VS4 .06 TEC TEN .610 0B84H 291 
I 98 139 1.17 0 PCT 24 P2 VS4 .66 TEC TE1 .610 08H 291 
1 1999/10/91 99 139 .67 6 PCT 21 02 V94 -. 75 TEC TEN .610 MBALL 89I 
1 1999/10/01 98 139 1.06 PCT 29 02 VS4 .89 TEC TE1 .610 MBALL 89j 
I 1999/1/81 98 139 1.10 9 PCT 28 #2 VS4 .66 TIC TEN .610 MSALL 891 
I 1999/10/01 98 139 NOD TON T16 .610 ZPS3C 1351 
I 1998605/61 98 139 NOD I TIS TON .610 ZPS3C 183! 
I 1996/11/81 98 139 NOD 1 TEC TE1 .618 EBALL 5I 
I 1996/11/61 98 139 NOD 1 TIS TSH .610 ZPSNhO 291 

I 31 149 .69 0 PCT 19 P2 V94 .51 TEC TEN .616 MBARH 511RESULT OF HISTORY REVIEW 
1 1999/10101 31 140 .61 PCT 16 02 VS4 1.01 TEC TEN .610 MARH 351 
I 1998/OS/01 31 140 NOD 1 TON TON .616 ZPS3C 1731 
I 1992/03/01 31 140 NOD 1 TEN TEC .618 ZBAHF 21 

1 45 14 .63 0 PCT 12 P2 V94 .99 TEC TEN .610 WBARN 471 
1 1999/10/01 45 140 .26 0 PCT 11 02 VS4 .82 TEC TEN .610 MBALL loll 
I 19981651/1 45 149 NOD 1 TSH TON .610 ZPS3C 1831 
I 1993/06/81 45 149 NOD 1 TEC TEN .616 ZBANF 151 

69 41 .89 O PCT 27 P2 V05 -. 89 TEC TEN .610 S BARN 491 
1999/10/01 69 149 .66 0 PCT 22 02 VS9 -. 83 TEC TEN .610 MBALL 99l 

I 1998/65/01 69 149 NOD 1 TS1 TOS .616 ZPS3C 1831 
I 1993/06101 69 149 NOD 1 TEC TEN .610 ZBAHF 151 

83 149 .82 0 PCT 21 P2 V93 -. 89 TIC TEN .610 NBARN 331 
1 1999110101 83 14 .46 PCT 13 M2 V93 -. 82 TEC TEN .610 0A8H 351 
1 1998/65101 83 140 NOD 1 169 TON .616 ZPS3C 1711 
1 1992/03/01 83 149 NOD I0 TE8 TEC .610 ZBAHF 21 

26 141 .36 129 FSD 1 DBH 7.22 TIC TEN .610 NBARV 511RESULT OF HISTORY REVIEW 
26 141 .36 168 FSD 1 o1C 4.79 TIC TEN .610 MBARH 511RESULT OF HISTORY REVIEW 

1998/05/01 26 141 .78 108 M81 3 DON 7.24 TIC TEN .619 EMALL 231RESULT OF DISCREPANCY RESOLUTION 
1998/065/01 26 141 IHISTORY REVIEW PERFORMED 
1998/05/01 26 141 .85 121 0994 3 DON 19.57 TIC TEN .610 ERALL 231RESULT OF DISCREPANCY RESOLUTION 

1 1998/05/61 26 141 IHISTORY REVIEW PERFORMED 
1 1998/065/1 26 141 NOD 1 TO1 TSH .616 ZPS3C 1671 

38 141 .64 6 PCT 16 P2 VS4 -. 88 TEC TEV .610 MANH 511 
1998/05/01 30 141 NOD 2 TEC TEN .610 EBALL 211 

1 1998/05/01 38 141 NOD 1 TSH TSH .610 ZP53C 1671 

34 141 .56 38 FIO 1 TSC 9.13 TEC TE1 .610 lEARH 491RESULT OF HISTORY REVIEW 
1 1996/65/01 34 141 NOD I TIC TEN .610 EBALL 231 
I 1998/65/N1 34 142 NMO 1 TSH TSH .610 ZP13C 1671 
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7B 141 .37 0 POT 12 P2 VS3 -. 82 TEC TEN .610 ONARH 511 
76 141 .41 149 FSD 1 VS3 2.14 TEC TEN .616 MARH 511RESULT OF HISTORY REVIEW 
78 141 .49 S POT 16 P2 VS4 -. 60 TEC TEN .610 0 BARH 511 

1998105/61 78 141 .94 111 N I VI3 1.64 TEC TEN .610 EBALL 19fRESULT OF DISCREPANCY RESOLUTION 
199811:5/1 78 141 NHISTORY REVIEW PERFORMED 
199B/9S/O1 7B 141 DOI 1 TSH TSH .610 2PSIC 16Sf 

96 141 .99 9 PCT 29 P2 VSI .67 TEC TEN .610 48MH 351 
96 141 .84 0 PCT 28 P2 VS4 .73 TEC TEN .610 MBAR 351 

1999/1i/S1 96 141 .78 0 PCT 1t N2 VS2 .68 TEC TEN .616 MBALL 1071 
1969/10/01 96 141 .65 6 "* :POT !: JV '"4 TEC TEN .610 OBALL 1071 
1998/051/1 96 141 . NOD 1 TEC TEN .610 EBALL 191RESULT OF DISCREPANCY RESOLUTION 
1998190101 96 141 NOD 1 TIS TSH .61: ZPS3C 16Sf 

I3 142 .34 162 FSD 1 S3H 9.98 TEC TEN .610 SOARH RSfRESULT OF HISTORY REVIEW 
1998/10111 23 142 NODD 1 TIN TIN .61: ZPS3C 1761 
1993/960/1 23 142 .33 165 SN 1 S3H 9.84 TEC TEN .610 ZBAHF ISfRESULT OF DISCREPANCY RESOLUTION 

1 49 142 .56 148 FSD 1 S3H 21.15 TEC TEN .619 SWNH 491RESULT OF HISTORY REVIEW 
1999/10101 49 142 .74 0 PCT 16 12 DBC -1.07 TEC TEN .61: leARN 351 
1998/05/01 49 142 NDl I TSH TSI .610 ZPS3C 169S 
1992019/01 49 142 NID 1 TEN TEC .61: ZBAHF 21 

81 142 .26 76 FSD I S3C 8.16 TEC TEN .616 MAMN 491RESULT OF HISTORY REVIEW 
f1999/0/01 81 142 ODD 1 TSH TSH .610 ZPS3C 1691 
1996/11/51 81 142 NOD 1 TEC TEN .610 EBALM 61RESULT OF DISCREPANCY RESOLUTION 

1996/11101 81 142 NOD 1 TSE TSH .610 ZPSNI 291 

63 142 .60 142 PSD 1 016 13.77 TEC TEN .610 WARN 33SRESULT OP HISTORY REVIEW 
1999/10/01 83 142 .66 106 FSD 1 S3H 13.77 TEC TEN .61: ISIALE 99fRESULT OF HISTORY REVIEW 
1999/10/0i 83 142 IN 1 siC 9.22 TEC TEN .610 OBA.L 991RESULT OF HISTORY REVIEW 
1998/05/01 83 142 ODD I TSH TSI .619 ZPS3C 1691 
1993/06/01 83 142 .52 165 08M 1 03H 13.26 TEC TEN .610 ZBANF lSgRESULT OF DISCREPANCY RESOLUTION 
1993/96R/1 R3 142 .48 164 MM 11 SIC 9.17 TEC TEN .610 ZAHF IsfRESULT OF DISCREPANCY RESOLUTION 

87 142 .41 58 PLP 10 TSI .46 TSH TSH .616 ZPS3C 117f 
1999/19/01 87 142 NDD TEC TEN .610 OBALL 99f 
1999/10/61 87 142 .21 2.6 TRA 3 TSH .48 TSH TSH .610 ZPS3C 1361RESULT OF HISTORY REVIEW 
199"9//1 67 142 .56 92 PLP 10 TSI .41 TSH TSH .619 ZPS3C 169IRESULT OF DISCREPANCY RESOLUTION 
1993/06/N1 97 142 NOD 1 TEC TEN .610 ZBAHF 1Sf 

95 142 .96 * PCT 21 P2 VS4 .95 TEC TEN .619 OSAH 29S 
1999/19/81 95 142 .71 PCT 17 m2 VS4 .91 TEC TEN .610 OWNH 351 
1996105/01 95 142 NOD 1 TIN TSH .610 ZPS3C 169S 
1993/06/01 95 142 NOD I TEC TEN .610 ZSAHF 161 

10 143 1.33 39 FSD 1 BH 22.00 TEC TEN .610 HOARN S71RESULT OF HISTORY REVIEW 
1998/9S/O1 16 141 NOD 1 TSH TSH .610 zPs3C 1731 
1991/061 15 143 1.97 28 ONN 1 O8H 15.84 TEC TEN .610 2BAHF IfRESULT OF LEAD ANALYST RESOLUTION 
1993196/01 10 143 NOD 1 TSH TSH .610 ERSO 28S 
1993106/91 15 143 6.47 27 SN6 2 DBH 15.73 6SC 05H .690 ZRUFH 331RESULT OF DISCREPANCY RESOLUTION 

22 143 .24 158 FSD 1 03H 14.49 TEC TEN .611 HSARH SIfRESULT OF HISTORY REVIEW 
22 143 .21 149 FSD 1 2IC 6.69 TEC TEN .610 1AWH S11RESULT OF HISTORY REVIEW 

1998965/11 22 143 NDD 1 TIH TSH .610 ZPS3C 1731 
1996/07/01 22 143 .26 148 MGM 1 03H 14.48 TEC TEN .610 EBALL 38 
1995/07/01 22 143 MOD 1 TSH TSH .620 Z3S3C 87f 

82 143 .34 126 FSD 1 SiN 6.06 TEC TEH .610 SOH 491RESULT OF HISTORY REVIEW 
82 143 1.18 0 PCT 31 P2 VS3 -. 91 TEC TEN .610 SOWN 49f 
82 143 .77 0 PCT 25 P2 VS4 -. 76 TEC TEH .610 OWNH 491 

1999/10/01 82 143 .26 120 FSP 1 SIN 5.03 TEC TEN .810 SWN 3I1RESULT OF HISTORY REVIEW 
1999/11/01 82 143 1.09 PCT 23 K2 VI3 -. 61 TEC TEN .610 SWN 31S 
1999/11181 82 143 .64 PCT 16 K2 VS4 -. 76 TEC TEN .610 SOAR 351 
1999/10191 82 143 ODD TSH TSH .610 ZPS3C 1351 
19986/0601 82 143 .70 101 MON 3 010 S.06 TEC TEN .610 EBALL IfRESULT OF DISCREPANCY RESOLUTION 
1998/06/91 82 143 ]HISTORY REVIEW PERFORMED 
1998195191 82 143 .23 PCT 6 K2 VS3 -. 84 TEC TEN .610 EBALL 11 
1998/06/01 82 142 NDD I TSI TSH .810 ZPS3C 175S 
1996111/01 82 141 1.01 102 SON 3 018 S.41 TEC TEN .610 EBALL 8IRESULT OF DISCREPANCY RESOLUTION 
1996/11101 82 143 .78 PCT 18 K2 VS3 -. 85 TEC TEN .610 EBALL 8fRESULT OF DISCREPANCY RESOLUTION 
1996/11/01 82 143 NODD 1 TSH TSI .610 ZPSN 2S1 
1995/07101 82 143 .30 151 SN 1 018 4.99 TEC TEH .610 EBALL 31S 
1995197101 82 143 .94 PCT 15 11 VS3 -.88 TEC TEN .610 EBALL 381 
1996107101 82 143 NDD 1 TSH TSH .620 Z3S3C 8Sf 

986 143 .64 90 PLP 16 TSH .30 TIS TSH .610 ZPS3C 117f 
199918/01 86 143 NDD TEC YEN .610 HSALL 99f 
1999118/61 91 143 .17 32 TRA 3 TIH .26 TSH TSI .610 ZP93C 1351RESULT OF HISTORY REVIEW 
19981/5/01 86 143 .85 92 PLP 18 TSH .2 TSH TSH .810 ZPS3C 175fRESULT OF DISCREPANCY RESOLUTION 
1995/:71/1 86 143 NOD 1 TEC TEN .610 EBALL 37f 
19951071/1 86 143 NOD 1 TSH TSH .629 Z3S3C 841 

55 144 .63 6 PCT 22 P2 VS3 -. 83 TEC TEN .616 lSARN 871 
1999/11/01 55 144 .72 PCT 17 N2 VS3 -. 77 TEC TEN .610 NBWH 351 
1998/185/1 SS 144 NUD 1 TSH TSI .610 ZPS3C 17Sf 
1992/98161 55 144 NDD 1 TEN TEC .619 ZBAHF 2f 

69 14.4 .96 a PCT 27 P2 VS -. 81 TEC TEN .613 N 87f 

1999110/01 69 144 .66 5 PCT 24 02 VS: -. 74 TEC TEN .610 SBALL 99f 
1999/10/01 69 144 3.78 178 DNT Ni SAC .33 TEC TEN .619 NBALL 99f 
1998/0$/61 69 144 NDD 1 TSH TSH .610 ZPS3C 17Sf 
19931/6/01 69 144 NDD I TEC TEN .610 ZBANF 15S 

71 144 1.14 . PCT 15 P2 VS3 -. 78 TEC TEN .610 SWN 49f 

1999/1/51 71 144 .72 B PCT 15 02 VS3 -. 60 TEC TEN .610 SWNH 351 

1998/05/01 71 144 .24 PCT 11 K2 VS3 -. 86 TEC TSH .610 EBALL 211 
1998/6/61 71 144 N.l 1 020 TEN .610 EBAL1 2Sf 

1996/06/N1 71 144 ND0 1 TSH TSH .619 ZPS3C 17S1 

77 144 .84 161 FSD 1 TSC 9.27 TEC TEN .610 SWNH SIfRESULT OF HISTORY REVIEW 
1999/1i/S1 77 144 INR 1 TISC 9.45 TEC TEN .610 I SAL 99fRESULT OF HISTORY REVIEW 
1998/05/01 77 144 OD 1 TSH TSH .610 ZPI3C 17Sf 
193166 1 77 144 .82 143 0B 1 TSC 9.75 TEC TEH .610 ZBAPF 16!RESULT OF DISCREPANCY RESOLUTION 
1996/54/51 77 144 is6 1 TIC 9.16 TEC TEN .610 EBALL 99f 

91 144 .91 0 PCT 22 P2 VS4 .94 TEC TEN .610 SNWH 331 
1999/1901/ 91 144 .68 PCT 17 N2 VS4 1.78 TEC TEN .610 WNBH 35S 
19998/5//1 91 144 N"O 1 TS" TSH .610 ZPIIC 1731 
1992/NI/S1 91 144 NOD 1 TEN TEC .610 ZBAHF 2f 

10 145 .29 128 FSD 1 95H 4.01 TEC TEN .610 SAOWH S9fRESULT OF HISTORY REVIEW 
10 145 .39 152 FSD 1 TIC 18.S6 TEC TEN .610 SWN S9fRSISLT OF NISTORY REVIEW 

199918/Si 10 145 ODD TSH TSH .610 ZPS3C 161f 

1996/06/61 10 145 ODD I TSH TSI .610 2PE3C 17Sf 
1996/11/Si 10 145 B 1 TEC TEN .610 EBALL SfRESULT OF DISCREPANCY RESOLUTION 
"::1996/11/81 lB 146 MDD 1 TSH TSH .610: ZPS4 411 

16 146 .69 145 FSD 1 TSC 11.01 TEC TEN .610 SWNH 591RESULT OF HISTORY REVIEW 
1999/10/01 16 145 NOl TSN TIS .610 2PS3C 161i 
199:/:5/81 18 146 NHD 1 TIH TIS .610 ZPS3C 17Sf 
)196/11/01 19 146 NOD 1 TEC TEN .610 EBALL afRESULT OF DISCREPANCY RESOLUTION 
1966/11/81 16 145 ODD I TSH TSH .616 ZPSIN 37f 

31 145 2.19 152 FPS 1 03H 1.29 TEC TEN .610 SWNH 49fRESULT OF HISTORY REVIEW 
63 145 .66 5 PCT 24 P2 VS4 .69 TEC TEN .618 NARH 49f 

1999/1S/ie 36 145 011 TSH TSH .610 ZPS3C 1 S11 

S1998-5/01 36 145 HID 1 TSH TSH .61 ZPS3C 1691 
. ................ +.....÷..........,.....+.... ..... ..... ........ ÷......... .......... ÷............÷.... ÷........,........,.......+.......÷.......,........................................... . . .  
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SG - 8 ALL REPORTED INDICATIONS

Pis4des I RF967

1 INSPDATE ROW COL

PAL 26610561 05/02/2"1 11:60:36 

......... T.... .... .... .... ....... .................... ....... ............ ....... ...... ...... ...... .................. ..................................  
VOLTS DEG IND PER CNN LOCH INCH1 INCH2 I CRL£N CEG BEGT ENDT POIA PTYPE CAL COMMENTSI ~~~~~~~~~~. ... .. . . . . . . . . . . . . . . . . ...............................................

• . .. ....÷. . .... ,......... + .... .... ÷.... ÷.... +....... ,......... ÷............•....... ,.... •....... •....... •...... ,.................... ......... ....  I5199N11111 62 061 ONE 1 SOC 9.52 TEC TEN .616 ESALL 161RESULT OF DISCREPANCY RESOLUTION 

196611161 62 161 NOD 1 TSH TSH .610 ZPSNN 411 
I 19961/4181 62 161 1.62 166 663 1 SIC 9.56 TEC TEH .61: EBALL N7i 

68 161 1.35 1 PCT 33 P2 V3 -. 45 TEC TEN .616 NBARH 491 
68 151 2.22 a9 PLP 16 TSO .26 TSO TSH .616 ZPS3C 1171 

1999116161 68 151 INR 13 TON .22 TSH TSH .616 ZPS3C 1511 
1999/1NIN1 68 161 1.76 6 PCT 36 142 VS3 -. 27 TEC TEN .616 NBALL 1691 
19991a6161 68 151 .17 PCT 6 M2 VS3 -. 57 TEC TEN .61 ESALL 11 
1999/65/11 68 161 .25 92 PLP 16 TSH .32 TSH TSH .616 ZPS3C 1731RESULT OF DISCREPANCY RESOLUTION 

1996/111161 68 161 .27 PCT 5 M3 V63 -.59 TEC TEN .616 EBALL 9IRESULT OF DISCREPANCY RESOLUTION 

1996/11161 68 151 . ..-- . 5N 0 . " " ' . . " TSH TSH .610 ZPSN6 411 

76 151 .51 89 PLP 16 T1H .17 TSH TSH .616 ZP$3C 1171 
1999106161 76 100 INR 16 TOH .15 TSH TSH .616 ZPO3C 161 

199916511 76 151 .66 91 PLP 16 TSH .19 TSO TSH .616 ZPS3C 17S1RESULT OF DISCREPANCY RESOLUTION 

I19961/0161 76 161 N00 1 TEC TEN .616 EBA1L 91 

1996/11161 76 161 1.66 265 TMA 4 TSO .17 TSH TSH .616 ZPSM2 411RESULT OF DISCREPANCY RESOLUTION 

74 161 .36 76 10 P1 64C -. 26 TEC TEN .6196489 4 
1999/16/61 74 151 NOD TSH TSH .619 ZP33C 1511 
1999106/61 74 151 NOD 1 TSH TSH .616 ZPS3C 1761 

1996/11/61 74 151 NDD 1 TEC TEN .616 EBALL 91 
19961110/1 74 151 NOD 1 TSH TSH .616 ZPSN04 411 

1 152 .5. 127 FSD 1 64H 29.91 TEC TEN .616 NSARH SIIRESULT OF HISTORY REVIEW 

1998165161 3 152 NOD 1 TSO TOs .616 ZPS3C 1771 
1996/071/1 3 152 .31 88 464 1 64H 29.22 32.67 TEC TEN .616 EBALL 371 
1995/17161 3 152 w00 1 TSH TSH .620 Z3S3C 1671 
I 19914101 1 152 1BM 1 649 29.89 4SC TEN .616 EBALL 991 

F 152 .17 96 F00 1 619 1.69 TEC TEN .616 NARH9 6O1RESULT OF HISTORY REVIEW 
1999/1/191 6 152 .19 128 FSD 1 616 1.91 TEN TEC .616 HPALE 41RESULT OF HISTORY REVIEW 
1999/16/61 6 152 ROT 96H TEN .616 lBAU 1611 
1999/16/61 5 152 .12 91 POD 1 61H 1.62 MSN TEN .616 BALL 1611RESULT OF HISTORY REVIEW 

1999/10/01 6 152 ROT 0SC TEN .616 MlALL 1631 

1999/16/61 5 152 .11 163 FSD 1 61H 1.77 SIC TEN .616 SALL 1631RESULT OF HISTORY REVIEN 

I 1998666/61 5 152 NOD I TSH TSH .616 ZPS3C 1771 
1993/66/61 5 162 NDD 1 TEC TEN .616 ZBANF 161 

7 162 U 43 FSD 1 TSH 23.24 TEC TEH .616 9BA4H 611RESULT OF HISTORY REVIEW 

1999/16/61 7 152 .29 119 FSD 1 TSH 23.53 TEN TEC .616 PUALL 41RESULT OF HISTORY REVIEWI 

1999/161 7 152 ROT DRC TEN .610 SBALL 1611 
11999/16/61 7 152 .32 52 FOD 1 TSH 23.33 OBC TEN .616 PEIA.L 1611RESULT OF HISTORY REVIEW 

1998/6/601 7 152 NOD 1 TSH TSH .619 ZPS3C 1771 
1 1992/13/61 7 152 MOD 1 TEN TEC .616 ZBAHF 271 

21 152 .29 166 FSD 1 54H 24.40 TEC TEN .616 6BARH g31RESULT OF HISTORY REVIEW 
1998/65/61 21 152 MOD 1 TSH TSH .610 ZP33C 1771 
19931/66/1 21 152 NOD 1 TEC TEN .619 ZRAHF 16j 
1990/104/1 21 152 16 1 s4o 23.36 TEC TEN .616 EBALL 991 

I 39 152 .63 165 FSD 0 TSC 18.63 TEC TEN .616 HBARH S31RESULT OF HISTORY REVIEW 
1999/6 1 39 152 NOD 1 TSH TSH .616 ZPS3C 1751 
1995/67101 39 152 .49 161 146M 1 TSC 12.83 TEC TEN .616 EALL 361 
1995/67101 39 152 NOD 1 TSH TSH .626 ZI33C 1691 
199$614/61 39 152 404 1 TSC 18.36 TEC TEN .616 EBALL 99 

45 152 .15 1I1 FSD 1 TSH 15.62 TIC TEN .610 MAJRH 511RESULT OF HISTORY REVIEW 
1999/16/61 45 152 NOD TEC TEH .616 MBALL 1591 
199/65//61 45 152 NDo I TSH TSH .616 ZPS3C 1731 
1993/ 6/61 45 162 NDD 1 TEC TEN .616 ZBAHF 161 

71 152 .26 6 PCT 16 P2 V60 -. 57 TEC TEN .616 46486 511 
71 152 .65 5 PCT 16 P2 605 .a6 TEC TEN .610 MBARH 511 

1999/106/1 71 152 166 1 63H 9.36 TEC TEN .616 MBAL.L 1691 
19966/5/61 71 152 NOD 1 TSH TSH .616 ZPS3C 1761 
1995/67/61 71 152 .41 166 SAm 1 3H 9.37 TEC TEN .616 EBALL 381 
1995/67/61 71 152 NOD 1 TSH TSH .626 Z3S3C 1091 

26 153 .48 162 FSD 1 S5C 3.11 TEC TEN .616: MAH 631RESULT OF HISTORY REVIEW 
26 153 .16 147 FSD 1 S5C 6.19 TEC TEN .616 I 4ARH 53IREDULT OF HISTORY REVIEW 
26 153 .29 166 FSO 1 SIC 4.88 TEC TEN .616 48ARH 531RESULT OF HISTORY REVI EW 

1991/61 26 153 NOD 1 TSH TSH .616 ZPO3C 1791 
S199567/61 26 153 .55 142 MSP 1 6C 3.42 TEC TEN .616 EBALL 381 
1995/67/61 26 153 .28 148 MBN 1 66C 6.13 TIC TEN .616 EBALL 381 
19956/7/61 26 153 NOD 1 TSH TSH .626 Z3S3C 1671 
1996/94/61 26 153 MS4 1 SIC 1.99 TEC TEN .616 EMALL 991 

S44 153 .61561 FOD 1 61C 4.93 TIC TEN .616 EARN 2671RESULT OF HISTORY REVIEW 
44 153 .27 166 FSD 1 01C 36.61 TIC TEN .616 BAR4H 2671RESULT OF HISTORY REVIEW 

I1998165/61 44 153 INF 5 siC 3.59 TIC TEN .616 EBALL 2316ESULT OF DISCREPANCY RESOLUTION 
1998/6661 44 153 .80 121 6sm 3 91C 4.66 TIC TEN .616 EBALL 231RESULT OF DISCREPANCY RESOLUTION 

1969/65/01 44 151 ,HISTORY REVIEW PERFORIED 
199:/OS/N 44 153 .41 114 145 3 61C 36.64 TEC TEN .616 EBALL 23IRESULT OF DISCREPANCY RESOLUTION 
1998/N5/1 44 161 IHI5TORY REVIEW PERFORMED 

1999/65/61 5 4 153 NO0 1 TSO TSO .616 ZPS3C 1761 
1996N64/91 44 1"1 9 1 NOC 3.66 TEC TEN .616 EBALL 991 

'6 161 1.39 91 PEP 16 TSH .19 TSH TSH .616 ZPS3C 1171 
1999/11/01 69 153 IN M 16 TSH .16 TSH TSH .616 ZPS3C 1511 
1996/65/01 68 163 0ND 1 TIC TEN .616 EBALL 231 
1998/65/31 68 153 .53 88 PLP 16 TSH .25 TSO TOH .616 ZPO3C 17S1RESULT OF DISCREPANCY RESOLUTION 

26 154 .23 148 FS0 1 S1 30.17 TEC TEN .616 1448H SSIRESULT OF HISTORY REVIEW 
25 154 .38 149 FD 1 63C 6.63 TIC TEN .613 "BAR" SSIRESULT OF HISTORY REVIEWI 

:1999/16/1 25 154 .26 106 F9D 1 691 29.73 TEC TEN .616 HSALL 191RESULT OF NISTORY REVIEW 
1999/16/1 1 26 154 .45 144 F9D 1 63C 6.56 TIC TEN .616 SBALL 1591RESULT OF HISTORY REVIEW 

1999/66/61 25 164 NOD 1 TSH TSH .616 ZPS3C 1791 
1992/313/1 26 164 NOD 1 TEN TIC .61: ZBAHF 271 

29 154 .24 149 FSD 1 92C 5.66 TEC TEN .616 6H 6 31RESULT OF HISTORY REVIEW 
29 154 .26 154 FSD 1 6IC 31.82 TEC TEN .616 PBARN S3IRESULT OF HISTORY REVIEW 

1998/65/61 29 164 NOD 1 TSO TSH .610 ZPS3C 1731 
6 1596111/1 29 154 INR I 62C 4.63 TEC TEN .618 EBALL ISIRESULT OF DISCREPANCY RESOLUTION 

1996/11/61 29 154 NDD 1 TON TSO .616 ZPSNM 411 
1990/64/01 29 104 .79 160 669 1 92C 4.66 TIC TEN .616 EBALL B8 

I 31 164 1.09 6 PCT 31 P2 VS4 .98 TEC TEH .616 MB91H 551 
199/16/61 31 154 1.15 PCT 36 1M2 VS4 .31 TEC TEN .616 9BAL L 1691 
11998165/91 31 154 NOD 1 TSH TSH .616 ZPO3C 1731 
1992/63/31 31 164 NOD 1 TEN TEC .610 ZBAHF 271 

37 164 .64 6 PCT 17 P2 VS4 -. 63 TIC TEN .61 MBARNH S3I 
37 164 .11 135 FSD S w4C 14.22 TEC TEN .616 4BARN S31RESULT OF HISTORY REVIEW 

I 1999/16/61 37 154 1.61 N PCT 29 12 VOA -. 24 TEC TEN .616 SRALL 1691 
1991651 37 154 MOD 1 TSH TSO .616 ZPS3C 1731 
1992/N3101 37 154 NOD 1 TEH TEC .616 ZBAHF 271 

45 054 .56 167 FSD 1 64C 14.40 TE TEN .616 MB9 H 511RESULT OF HISTORY REVIEW 
1998105/01 45 154 NOD 1 TSO TSH .616 ZPO3C 1731 

451996/121 46 154 1.66 169 9 1 64w 14.59 TEC TEN .616 ERALL IOIRESOLT OF DISCREPANCY RESOLUTION 
4199611/91 46 154 NOD I TSO TSH .916 ZPS24 411 

47 154 .1N 130 FSD 1 61C 9.V9 TIC TEN .61N 4468RH 491RESULT OF HISTORY REVIEW 
199V/1N/N1 47 154 NoD TIC TEN .616 SALL 1591 
1999/NE/N1 4? 154 NOD 1 TOH TSO .616 ZPS3C 1731 
1993/96/91 4/ 154 NDD 1 TEC TEN .616 ZSAHF 161 

INSPOATE ROW COL VOLTS DEG IND PER CNN LOCN INCVO INCH2 I CRLEN CEG BEGT INST POIA PTYPE CAL COMMENTS 
......... ....................... ............ ................................ ... ....... .... ............... ... .... . .................................................. --------------------
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