
g

.

LABALLE COUNTY STATION UNIT 1

FIFTH REFUELING OUTAGE

ASME SECTION II SUMMARY REPORT

9305040210 930430
PDR ADOCK 05000373
G PDR



I~

Eh

TABLE OF CONTENTS

I. INTRODUCTION

II. Scope of Inspections

Table A ISI Program Augmented Inspections

Table B Class 1 & 2 Repair / Replacements

Table C Class 1 & 2 Preservice (PSI) Inspections-

III. Summary of Results, Evaluations, and' Corrective
Actions

IV. Attachments

1. NIS-1 Form

2. NIS-2 Forms

3. Abbreviations

,

-



i-

|
I. INTRODUCTION :

>

The Inservice Inspection was performed during the Unit 1
fifth refueling outage which began on October 3, 1992. This ,

was the first refueling outage scheduled for the third '

Period of the 1st ISI Interval. Having deferred the .

percentage of examinations for each examination category
required by ASME Section XI until the next refueling outage
of the 3rd Period resulted in essentially an augmented ISI
during this refueling outage. The scope of inspections ;

included ASME Section XI augmented examinations, and N.R.C. !-

required augmented examinations. All examinations performed
were in accordance with the LaSalle County Unit 1, ;

Technical Specifications and ASME Section XI 1980 Edition i
including the 1980 Winter Addendum. ^

Personnel from Commonwealth Edison's System Material
Analysis Dept. (SMAD) performed the Non-Destructive i

Evaluations (NDE) of the reactor vessel closure studs, and
piping welds, to meet both the augmented Inservice
Inspection (ISI), and the Preservice Inspection

,

requirements. Magnetic Particle (MT), Liquid Dye Penetrant
(PT), and manual Ultrasonic (UT) techniques were used during
these inspections. Personnel from Commonwealth Edison's }
System Material Analysis Dept. (SMAD) and LaSalle Station's

;

Technical Staff provided any necessary resolution of '

technical problems, reviewed all ISI personnel
qualifications, and all visual, surface, and volumetric

.

!

examination results. L

Visual examinations of reactor vessel internals, and piping
pressure tests were performed by CECO employees of the
LaSalle County Station Technical Staff's ISI/IST Group.
These individuals were currently certified as ASME Section
XI Visual Examiners through the CECO qualification program.
An underwater camera was used in the reactor vessel for the
visual inspection of the reactor vessel internals. The
camera was proven capable of resolving a 1 mil sthinless

.

steel wire while underwater and in the same lighting r

conditions found during the actual inspection. j

The services of an Authorized Nuclear Inservice Inspector
,

(ANII)/ Authorized Nuclear Inspector (ANI) were provided by
Hartford Steam Boiler Inspection & Insurance Co., Chicago
Branch, 2443 Warrenville Road, Suite 500, Lisle, Il 60532.
The ANII/ANI, John Tetreault, National Board #8796, State of i

IL #1416, reviewed all procedures, personnel qualifications, ,

instrument and material certifications, all examination
results, and Repair / Replacements.

1
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II. SCOPE OF INSPECTIONS !

The tables following this section summarize the extent and !
results of inopections performed during the LaSalle Unit 1

,

Fall 1992 ref6eling outage. An explanation of any i
abbreviations can be found at the end of this report. j

!

Table A provides a summary listing of all completed ASME !

Section XI augmented examinations for this outage, with the :
exception of pressure testing, which is addressed (separately. Table A also gives a description of the item
examined as well as the examination type (s) and examination ;

results(s). :

i
i

Table B is a listing of Repair / Replacements which were |
completed during the fifth refueling outage of Unit 1, in j
accordance with ASME Section XI, Articles IWA-4000 and IWA- |
7000. The listing includes the documentation package !
(Nuclear Work Request) number which served to implement the I

; applicable activity as well as a short description of the
activity. The Nuclear Work Requests are on file at LaSalle. !

Each activity has been certified on Form NIS-2 (Owners
Report of Repair or Replacement) which will serve as i

'

documentation of these Repair / Replacements. The NIS-2 forms |
are included in this report as attachment 2. !

Table C is a listing of the Preservice inspections, and the |
results of these inspections which were completed on the ;
Repair / Replacements performed during this outage. These ;

examinations were completed in accordance with the 1980 |
Edition of ASME Section XI, including the Winter of 1980

'

Addendum.
|

ASME Class 1 piping and components within the boundary ;

defined in Paragraph IWA-5221 of ASME Section XI were
3visually examined using the VT-2 method during the System

Leakage Test. The System Leakage Test was conducted at 1052
!

PSIG which is within the nominal operating pressure range of |

the Reactor Pressure Vessel associated with 100% rated i

] reactor power. Pressure testing of Class 2 and 3 piping and
components will continue throughout the remainder of the 3rd
Period of the 1st Interval.

The name of each major component inspected during the fifth
|5 refueling outage is listed on Form NIS-1 (attachment 2) in !

column #1. Only the major components inspected during the ;

outage are listed on Form NIS-1. These include the Reactor
Pressure Vessel and the Class 1 & 2 Piping Systems. A more
detailed list of components inspected will appear in the

. abstracts listed in items 10, 11, and 12 on Form NIS-1.'
Since descriptions including size, capacity, material, &

location and drawings to aid in identification of the !
,

2
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components have been previously submitted in our N-5 Code
Data Reports, and also our I.S.I. Program, they will not be '

included in this Summary Report. These documents are on
file at LaSalle County Nuclear Station. This also applies
to our Preservice and previous Inservice Inspection Summary
Reports.

III. SUMMARY OF RESULTS AND CORRECTIVE ACTIONS

The ASME Section XI Inservice Inspection results obtained
this outage were compared with the applicable Preservice and-
previous Inservice Inspection results. The following is a
summary of the results and the corrective actions taken this '

outage.

1. Steam Drye" '

During the Unit 1 third refueling outage, ISI of
the Steam Dryer revealed cracks in the Steam

7

Dryer's Support Ring and Dryer End Bank Panels.
During the fourth refueling outage, the Steam
Dryer was again examined and the cracking was
again noted. Additionally, several Tie Rod
Nut / Washer Assemblies of the Dryer End Bank Panels !
required tack welding to preclude lost parts. !

During this fifth refueling outage the visual
examination was completed with indications noted.
The indications may be generally categorized as !
follows: i

:

a. Numerous Linear Indications in the Steam
Dryer end bank panels, as well as in the !

heat affected zone of the end panels
where the lifting rod gussets are welded

4

to them. Many of these indications were '

recorded during previous inspections.

b. Several (3) Linear Indications were ,

recorded in the horizontal face of the
support ring. These indications were
recorded previously during the visual

.

!

inspection completed in the fourth
,

refueling outage. !
!

c. One Tie Rod Nut / Washer Assembly was !

discovered to be protruding from the
Dryer End Panel at an exaggerated angle. *

This was one of the assemblies which was ,

tack-weld repaired during the fourth
refueling outage.

t

3 |
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d. A gusset plate for the lower Guide Rod
Bracket at the 180 degree location was
discovered damaged. The gusset plate is
the lower of the two gussets on the 170
degree side of the Guide Bracket
Assembly. The gusset plate has been
deformed in the upward direction and the
weld between the gusset'and the Guide
Bracket is broken.

A Discrepancy Record (DR # 01-92-361) was generated to
disposition all indications found to be rejectable. All
indications were evaluated and are acceptable based on the
criteria provided by General Electric and approved by the
Nuclear Engineering Department. LaSalle County Station Unit

,

I Steam Dryer is acceptable for return to service for an
additional fuel cycle.

,

2. Reactor Vessel Head '

Based on the indications found previously on-the ;

Quad cities Station Reactor Head, LaSalle County
Station made a commitment to the N.R.C. to perform
a visual examination of the interior of the
Reactor Head during the fifth refueling outage of
Unit 1. This examination was completed using the
VT-3/4 method and no evidence of cracking or other ;

detrimental conditions was discovered. I

3. Reactor Vessel Closure Studs
,

I

Based on the cracking on the Dresden Station
Reactor Closure Studs, LaSalle County Station made i

a commitment to the N.R.C. to perform both
volumetric and surface examinations of Reactor
Closure Studs during the fifth refueling outage of
Unit 1. LaSalle County Station has completed the
required volumetric examination by performing
" Enhanced End-Shot" ultrasonic examination of 100%
(68) of the Reactor Closure Studs for Unit 1 ,

during the fifth refueling outage. No cracks,
or rejectable indications were detected in any of
the 68 studs examined. In addition 1/6, (12)
studs were removed and surface examined using the
Wet Fluorescent Magnetic Particle method. The ;

four (4) studs normally removed each outage to
,

allow for the installation of the " Cattle-Chute"
were also examined using the same procedure, as

'

required by ASME Section XI. None of the sixteen
(16) total studs subjected to the surface ;
examination showed any indications of cracking. '

4 !
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4. Shroud Access Hole Cover

Due to the cracking discovered previously at Quad
Cities Station a visual examination of the Shroud
Access Hole Covers was completed as a " Good
Practice" during the-fifth refueling outage for
Unit 1. The Access Hole Covers at LaSalle are of
two different designs both of which incorporate
materials which are resistant to corrosion

.

cracking. The visual examination of the " Top-Hat"
Access Hole cover at zero degree vessel azimuth
revealed no recordable indications. The flush
Access Hole Cover located at 180 degree vessel
azimuth was examined, and linear indications were
recorded in the base metal of the Shroud Support -

Plate in the Heat Affected Zone of the weld which !
joins the AHC to the Support Plate. General
Electric was informed of the indications and i

recommended use of their Video Image Digitization i

'System (VIDS) along with surface preparation of
the areas of concern in order to confirm the
nature of the indications. This examination
sequence was completed, but the images produced
could not conclusively show that the indications
were not cracks. This lead to the use of
automated ultrasonic techniques which performed ,

scans to detect circumferential and radial '

cracking. These examinations recorded no
indications consistent with IGSCC cracking in the
areas where visual indications had been seen.
Based on the above facts, the original indications
have been characterized as gouges. The Nuclear
Engineering Department, and SMAD Level III have
reviewed the General Electric evaluation of the
VIDS images and the UT data, and concur with the
characterization. Based on this concurrence both
the zero degree and the 180 degree Access Hole
Covers are acceptable for return to service.

,

f
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TABLE A
ISI AUGMENTED INSPECTIONS

ITEM # ITEM DESCRIPTION EKAN TYPE RESULT

1 H.P. Core Spray Spargers & Piping VT N . R. I .1

2 L.P. Core Spray Spargers & Piping VT. N.R.I.

3 / 5 Jet Pump Clamp VT' N.R.I.

4 # 15 Jet Pump Clamp VT N.R.I.
t

5 Surveillance Sample Baskets VT N.R.I. I
:

~ !

6 Steam Dryer VT Cracking & |
broken !
Gusset weld ~ !

'
see Summary
item # l' :

7 Dryer Guide Rods VT N.R.I. |
t

]8 Shroud Access Cover (O Deg.) VT .N.R.I.
i

9 Shroud Access Cover (180 Deg.) VT- Linear- t

Indications !

See Summary |
item # 4 !

i
10 RPV Upper Head VT. N.R.I. !

|
11 Steam Dryer Support Pads VT N.R.I. . !

!
!

.iNUREG-0619 FEEDWATER NOZ2LE-INSPECTIONS
|

|
i

ITEM # ITEM DESCRIPTION EXAM TYPE RESULT |
t
i

!

1 1-NIR-4A UT N.R.I. ;

2 1-NIR-4B. . UT N.R.I. |
3 1-NIR-4C UT N.R.I.
4 1-NIR-4D UT N.R.I.
5 1-NIR-4E UT. N.R.I. |
6 1-NIR-4F UT N.R.I. |

!
I
i

6 j
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CLASS-1 & 2 REPAIR / REPLACEMENTS.
!TABLE B

|
i

CLAEs ... REPLACEMENTS I

ITEM # WORK REOUEST # DESCRIPTION
!

1 L-15531 Replaced Main Steam SRV Vlv. with rebuilt Vlv. {
2 L-15532 Replaced Main Steam SRV Vlv. with rebuilt Vlv. .;
3 L-15529 Replaced' Main Steam SRV Vlv. with rebuilt Vlv. j
4 L-15534 Replaced Main Steam SRV Vlv. with rebuilt Vlv. '

5 L-15528 Replaced Main Steam SRV Vlv. with rebuilt Vlv. ;

6 L-15530 Replaced Main Steam SRV Vlv. with rebuilt V1v. ;
7 L-15533 Replaced Main Steam SRV Vlv. with rebuilt Vlv. I
8 L-15527 Replaced Main Steam SRV Vlv. with rebuilt ~Vlv. <

9 L-15526 Replaced Main Steam SRV Vlv. with rebuilt Vlv.
i

10 L-05553 Replaced CRD Assembly with a rebuilt assembly !11 L-17216 Replaced CRD Assembly with a rebuilt assembly t

12 L-14778 Replaced CRD Assembly with a rebuilt assembly ;

13 L-14781 Replaced CRD Assembly with a rebuilt assembly |

14 L-14782 Replaced CRD Assembly with a rebuilt assembly
15 L-14784 Replaced CRD Assembly with a rebuilt assembly |16 L-14779 Replaced CRD Assembly with a rebuilt assembly
17 L-14783 Replaced CRD Assembly with a rebuilt assembly ;
18 L-17212 Replaced CRD Assembly with a rebuilt assembly ;

19 L-17213 Replaced CRD Assembly with a rebuilt assembly '

20 L-14780 Replaced CRD Assembly with a rebuilt assembly

21 L-05558 Replaced Valve Disc
22 L-99604 Replaced Outboard MSIV Drain Isolation Valve ;
23 L-99605 Replaced Outboard MSIV Drain Isolation Valve i;_
24 L-99606 Replaced Outboard MSIV Drain Isolation Valve

,

'25 L-99607 Replaced Outboard MSIV Drain Isolation Valve. ','

h

26 L-08484 Replaced Outboard RI System Isolation Valve ;
27 L-08480 Replaced Inboard RI System Isolation Valve ;

29 L-21297 Replaced Inboard RI Syst. Isolation Vlv.-Discs '

30 L-21704 Replaced Inboard RI Syst. Isolation Vlv. Discs !
& drilled two holes in the upstream disc to |
prevent pressure locking. ;

31 L-10935 Replaced Inboard RT System Isolation Valve j
32 L-10934 Replaced Outboard RT System Isolation Valve !
33 L-07174 Replaced Rx Vessel Head Spray Piping Sub-

Assembly with Flanges.
t

34 L-15115 Replaced SC System Explosive Valve Assembly j
35 L-06670 Replaced Outboard FW System Check Valve

,

Stuffing Box Studs.
36 L-01692 Replaced Inboard RI System Check Valve |

Stuffing Box Studs.
,

37 L-90027 Replaced bolting hardware on RT system
Component Support. :

i
7 ;

!

!

!
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TABLE B Cont'd '

CLASS 1 E 2 REPAIR / REPLACEMENTS
!

CLASS 1 REPLACEMENTS }
i

i

ITEM # WORK REOUEST # DESCRIPTION

!
>

38 L-09922 Replaced NB system Mechanical Snubber with- |
Hydraulic Snubber and associated hardware. I

39 L-09912 Replaced RI system Mechanical Snubbers with |Hydraulic Snubbers and associated hardware. i

i

.
CLASS 2 REPLACEMENTS !

' ;

49 L-12613 Replaced RH System SRV Vlv. Nozzle, Disc,- and |
Spindle Assembly.

.

j
50 L-79939 Replaced RH System Vent Valve j
51 L-08524 Replaced-HP System Water Leg Pump with Rebuilt. !

Pump. }52 L-09088 Replaced HP System Water Leg Pump with. Rebuilt '

Pump. i

53 L-12470 Replaced RI System Water Leg. Pump with Rebuilt i
Pump. !54 L-59953 Replaced HP System Check Valve with Blind !

Flange.and abandoned piping Sub-Assembly in ]
place. !

55 L-24159 Replaced RH System Orifice Flanges with Piping
Sub-Assembly.

|

!

-|
!

-|
:

.

!

|

|
-!

i
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TABLE C
REPAIR / REPLACEMENT PRESERVICE INSPECTIONS |

:
!

ITEM # ITEM DESCRIPTION EKAN TYPE RESULT
i

1 W-41-51 UT, PT I.D. Geometry & !
Counterbore, N.R.I. |

2 W-41-53 UT, MT Root Geometry, N.R.I. !

3 W-41-55 UT, MT Root & O.D. Geometry, |
N.R.I. ;

4 W-41-41 UT, MT I.D. Geometry, N.R.I. '

5 W-41-42 UT, MT I.D. Geometry, N.R.I.- |
6 W-41-43 UT, MT I.D. Geometry, N.R.I. '

7 W-41-48 UT, MT Root Geometry, N.R.I. |
8 W-44-141 UT, MT Root & I.D. Geometry,

,

N.R.I. [
9 W-44-146 UT, MT Root Geometry, N.R.I. |
10 W-44-147 UT, MT Counterbore & I.D. ;

Geometry,-N.R.I. ',:
11 W-44-152 UT, MT Root Geometry, N.R.I. :
12 W-44-153 UT, MT Root Geometry, N.R.I.- i
13 W-44-154 UT, MT Counterbore & Root i

Geometry, N.R.I. ;

14 W-44-155 UT, MT Counterbore & Root |

Geometry, N.R.I' !
15 WN-1A MT N.R.I. i

16 WN-2A MT N.R.I. 'f
17 WN-1B MT N.R.I. |
18 WN-2B MT N.R.I. !
19 WN-1C MT N.R.I. -

20 WN-2C MT- N.R.I. !
21 WN-1D MT N.R.I. |22 WN-2D MT N.R.I. ;

;

,

!
.g

i

i
r

!
l

!
I

i

I
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OWNERS DATA REPORT FOR INSERVICE INSPECTIONS
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FORM NIS-1 OWNERS' DATA REPORT FOR INSERVICE INSPECTIONS
As required by the Provisions of the ASME Code R*:les

1. Owner c ---- C ' + x r" e-- c --r y oa nav 7A7 FM -wn . n_ AnAon ;

(Names and Address of Owner)

2. Plant LaSalle County Nuclear Power Station, 2601 N. 21st Rd., Marseilles, IL 613341

(Narne and Address of Plant)

N-20203. Piant Unit One 4. Owner Certifiesa of Authortsation (if required)

3. Commercial $ervice Date 1-1-8h 6. Nationa! Board Number for Unit N/A

7. Components Inspected

Manufacturee
Component oe Manufacturce or Installer State or National
Appurtenance or installee Serial No. Province No. Board No.

Rx Vessel Ccnbustion Engineering IB13-D003 B0024318 021086
v4 a- c--cm-,,.

Recire. Sys. General Electric Co. N/A N/A N/A
c, e- , ee- v-en ce oc,0c

RHR System B. F. Shaw N/A N/A N/A
n, - e , v4,-4r+- nr , con,

F. W. System B. F. Shaw N/A N/A N/A
v43-4rg+-- nr ,can, -r,oee ,

H. P. System B. F. Shaw N/A N/A N/A
Class 1 Wilmington. DF 10801 |

L. P. System B. F. Shaw N/A N/A N/A |

Class 1 Wilmington, DE 19801 i

M. S. System B. F. Shaw N/A N/A N/A I
'

Class 1 Wilmington, DE 19801
N. 1. System B. F. Shaw N/A N/A N/A |

'Class 1 Wilmington, DE 19801
h. T. System B. F. Snaw N/A N/A N/A |

Class 1 Wilmington, DE 19801 !

i

i
!

i
i

i
..

)
,

,

|
i

I
Note: Supplemental sheets in form of lists, sketches or drawings may be used provided (1) size is 8% in. x 11 in.. )
(2) information in items I through 6 on this data report is included on each sheet, and (3) each sheet is numbered I
and the number of sheets is recorded at the top of this form. i

!

i,

This form (E000291 may be otrtained ham the Order Dept., ASME,345 L C/th St., New Ycrk, N.Y. 10017 l

!
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ATTACHMENT 2 !

FORM NIS-2

OWNERS REPORT OF REPAIR OR REPLACEMENT !
,

3

f

?

,

f

i

f

i
|

|
!

!

|
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. FORM Nis 2 OWNER'S REPORT (O REPLACEMEDT i
j As ReeJired by the Provisions of ASME Code Section XI i

[

1. Owrwr Conrnonwealth Edison Comeny Date 1/29/93 i
-

(hame) !
One First Netional Plata Chicace. ft. 60690 sheet 1 of 2

( Addr ess),

2. Plant LaSalle County kJetear Station Unitj See Item 6 "Other Identification" Below'

(hame) Repa;r Organization, P.O. No., Job No., etc. !
2601 W. 21st. Rd. Marseilles.11. 61341 i

(Aceress) |
I

3. Work Performed by mechanical Maintee.ance Type Code Syubot Stag N/A F

4 (name) Authoritation ko. N/A I
m chanical maintenance Expiration Date k/a

'e

(A:mress)
! 4 Identification of System (MS) main Steam ,

;
, 5. (a) Applicable construction Cooe Seet. 111 1971 Edition 572 Acasenas, code Cases 1567 & 1711 e

a (b) Applicable Edition of Section al Utilized for Repairs or Replacements-19L, WBO Ad, code cases hone fi 6. Identification of Cogonents Repaired or Replaced, and Replacement Conponents
|

Name of kame of Mfrs. Ser, kat'l CRN Other Year Repaired ASME Code [Conponent Mfr. No. Bd. ko. Identi- Built Replaced, Stanped {
ho. fication Replacement (Yes or No) [

SeV Valve Crostyy h6379000-00Tp N/A h/A L-1$$31 * Replaced N/A

SRV Valve Crosby N63790-00-001h N/A N/A L-13829 * Replacement N/A

Valve Body Crosby N/A N/A L-13829* * Replaced N/A
a ,

valve Body Crosby N93183 31-0003 N/A N/A L-13829 1990 Reptacement s/A '

(12) Inlet Studs Crosby N/A N/A L-13829 ** Replaced N/A i

(12) Intet Sttds Vitco Mt. Code GAM W/A N/A L-13829 1992 Replacement N/A !
l'

- 7. Description Class 1 Reetacement. * = Per N 5 Code Data Report on File At taSalle comtv Station
] 8. Tests Concbetec:

L| Hydrostatic |%| Pnet.netic |M hormat Operating Pressure | Mother System Leskape fest ;
j Pressure 1 osi fest Teap. Are. Deg. F i

i 9. Remarks Valve Sk# N63700-00-0015 was refurbished trvJer Work Reovest t-13829 and instat ted under Work Reauest
j (tpplicable manuf acturer's Data Report to be Attached)

;
t-15531 as a rect atement for she h63790-00-0072. For the remainder of the reelseed and rectacement *

c m -,t s see F orm N i s-2 Stzet emeet a t Sheet on Pace 2 of 2.
t

CERTIFICATION OF COMPLIANCE

We certify that the statements made in this report are correct and this Replacement conforms to {,

Section XI of the ASME Code. (repair or replacement) j

Signed Y- U , 1993
(Owner or%6er's Designee) (Title) (Date)''

|t
CERTIFICATION OF INSPECTION '

h
I, the mdersigned, holding a valid connission issued by the National Board of Boiler and Pressure vesset

. Inspectors and the State or Province of iltinois , enptcyed 4:ry Hartf ord Steam Boiler Inso. & los. Co. of
! t
i Martford CT. have inspected the Reelecement described in this Report on / '" / ) ,1993 |

(Rep. or Rept.)
{ard state that to the best of sqr knowledge and belief, this repair or replacement has been constructed in- ;

accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his estoyer !makes any warranty, expressed or inplied, concerning the repair or replacement described in this Report. :
; Furthermore, neither the inspector nor his estoyer shall be liable in any manner for any personal injury or I
! property damage or a l of ny rit>ing from or corrected with this inspection,

gxe &.ufb '

Date 3 h n 93 6R. etresult Connissions it 1416 N1
j (Inspector) (State or Province, hational Board)

Ia

4
e

l I
'

!

B

$

!

!-

L i

|
; ,

.

s

~ , , - - _. .-. . , . . - - - m .. m _-__ _ _ _ _ _ _______



ATTACHMENT D '

FORM NIS-2 SUPPLEMENTAL SHEET

1. Owner: Commonwealth Edison Company Sheet 2 of 2
One First National Plaza Date 1/29/93
Chicago, Illinois 60690 Unit 1

2. Plant LaSalle County Station
2601 N. 21st. Rd.
Marseilles, Illinois 61341 See "Other Identification" Below

P. O. No., WR No., ets. ,

3. Nork Performed by: Mechanical Maint. Type Code Symbol Stamp N/A
Name Authorization No. N/A

Mechanical Mai '.. nance Expiration Date N/A :

1.sdress

4. Identificat ion of System fMS) Main Steam |

Sa. Applicable Construction Code Section III 1971 Edition S72 w/1567 G1711 Addendaj
Sb. Applicable Edition of Section XI utilized 1980 Edition Winter 1980 Addenda

6. Identification of Components Repaired or Replaced and Replacement Components.
i

ASME
Code

National Repaired, Stamped
Name of Name of Manufacturer Board Other Year Replaced (Yes
Component Manufacturer Serial No. No. Identification Built or Replacement or No)

(12) Bonnet

Stude Crosby N/A L-13829 ** Replaced N/A

(3) Bonnet
Studs Vitco Ht. Code VB7C7 N/A L-13829 1986 Replacement N/A |

.

(9) Bennet ,

Studs Vitco Ht. Code AJJ N/A L-13829 1990 Replacement N/A

i

(12) Bonnet j
Nute Crosby * N L-13E29 * Replaced N/A

)
(12) Bonnet *

Nuts Vitco Ht. Code V2HBX45 N/A L-13829 1986 Replacement N/A

!
,

ZWLAP

:

?

+
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FORO kl5-2 OWWER'S REPOT C3 REPLACEMENT
As Required by the Provisions of ASME Code Section XI

1. Chawr Comew= wealth Edison tervany Date 1/?9/93
(kame)

the First Wational Pt era. Chicace.11, 60600 sheet 1 of 2
( Actsress )

2. Plant te5at t e County kuclear Station Unitj See item 6 *0ther Identification" Below jtheme) Repair Organization, P.O. ho., Joo No., etc.
2601 W. 21st. ed. marseilles.11. 61341

(Accress)
3. Work Performed by Nechanical maintenance Type Code SW1 Stanp k/A ';

(name) Authoritation No. h/a
Weekenical maintenance Empiration Date h/a

,

(Ao3ress)'

4. Identification of System (WS) main Steam
5. (a) A;pticable Construction Cooe Sect . Ill 1971 Ecstion 572 Aasende, Cooe Cases 1567 & 1711

(b) Applicable Edition of section x1 utilized f or Repairs or Reptscements-1910,,,,, WBO Ad, Cooe Cases kone
6. Identification of Components Repaired or Replaced, and Replacement Conponents

hame of hame of Mfrs. Ser. kat'l CRW Other Year Repaired ASME CodeConponent pfr. ko. Ed. No. Identi- Built R eplaced, Stanped
he. fication Replacement (Yes or so)

sav valve Crosby h6379000-01Cy k/A N/A L-15532 * Replaced N/A

sRv valve Crosby $63790-00-001E N/A h/A L-13932 * Rept scement N/A

Valve Body Crosby W/A h/A L-13932 **
Replaced N/A

valve Body Crosby 9317.3-33-0000 h/A h/A L-13932 1991 R epl acement N/A

kc22te Crosby W/A N/A L-13932 **
Replaced N/A

hozzle Crosby W93184-39-0088 W/A N/A L-13932 1988 Replacement N/A f

7. Description Ctess 1 Rectatement. * = Per W-5 Code Data Report on File At tesetic Comtv Station
8. Tests Condxted:

j_jnydrostatic j''65 Pneusatic Qd hormal Operating Pressure LX,,,jother System Leakage TestPressure 1 osi Test Temp... Arb. Deg. F
9.

Remarks valve sht W63790-00-0012 was ref urbished mdce Work Reovest t-13932 and instat ted mder Work Reosest( Applicaote manuf acturer's Data Report to be Attached),

L-15532 as a replacement for Shi W63790-00-0103. For the reesinder of the rect aced eM rect acecent
corvnnents see f ere als 2 sxot emental sheet on Pace 2 ef 2.

CERTIFICAf!ON OF C39L! AWCE
i

We certify that P statements i his report are correct ard this Drotacement conforms to
Section XI of th

-

Code. / (repair or replacement)

Signed b NM1ra ' .- ik WZI- EI 1993
j(OwnedbrOwner'sDesigrrsef

-

' (tig e) -

(Date)
~

'

CERTIFICATION OF IkSPECTION
,

1, the mdersigned, holding a valid consission issued by the kational Board of Boiler ard Pressure Vesset
inspectors and the State or Province of Ittinois , enployed by Hartford Steam Boiler insp. & Ins. Co. of

Hartf ord Ct. have inspected the Replacc e t described in this Report on JV [ ,1993
(Rep. or Rept.)

and state that to the best of my knowledge and belief, this repair or replacement has been constructed in
accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enptoyer
makes any warranty, expressed or implied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his enployer shall be liable in any manner for any personal injury or
property damage or a 10 f ,y cornected with this inspection.

Date 5 M 93 ,J n . Tetresult Commissions it 1416 W1
s/ (Inspector) (State or Province, national Board)

!



1

ATTACHMENT D

FORM NIS-2 SUPPLEMENTAL SHEET

1. Owner: Commonwealth Edison Company Sheet 2 of 2
One First National Plaza Date 1/29/93
Chicago, Illinois 60690 Unit 1

2. Plants LaSalle County Station
2601 N. 21st. Rd. .

'
Marseilles, Illinois 61341 See "Other Identification" Below,

,

P. O. No., WR No., ets.

3. Work Performed by: Mechanical Maint. Type Code Symbol Stamp N/A i
Name Authorization No. N/A

Mechanical Maintenance Expiration Date N/A
Address

i

4. Identification of System (MS) Main Steam

Sa. Applicable Construction Code Section III 1971 Edition S72 w/1567 G1711 Addenda

Sb. Applicable Edition of Section XI utilized 1980 Edition Winter 1980 Addenda

6. Identification of Components Repaired or Replaced and Replacement Components.

ASME
Code

National Repaired, StampedName of Name of Manufacturer Board Other Year Replaced (YesComponent Manufacturer Serial No. No. Identification Built or Replacement or No) '

(12) Bonnet
|

Stude Crosby N/A L-13932 ** Replaced N/A

(12) Bonnet
Studs Vitco Ht. Code AJJ N/A L-13932 1990 Replacement N/A i

t

i

(12) Bonnet '

Nuts Crosby N/A L-13932*
Replaced N/A*

(12) Bonnet
Nute Vitco Ht. Code V2HBX45 N/A L-13932 1986 Replacement N/A

:
i

I
(12) Inlet
Studs Crosby N/A L-13932*

Replaced N/A*

(12) Inlet

Studs Vitco Ht. Code GAM N/A L-13932 1992 Replacement N/A
IZWLAP
!

'

!

i
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f CROS8Y V A LV E & OASE COMPANY
CROSBY j wRENTMAM, WASS

Q . C. * 3 t2
7 Fe m F-?

T:RM R 2 N GL ETI CE123FIcAtt 301AE25' DA1A RZFoiCI FCR ItZXT:cA:.
FUCLEA3, FARTS AFD AEF.R*.EEARCE3'

|As 1.guir.d W the Provisto.s er t.h. L91 Cod..'Sectice !!!. Dav&sism 1
set te zz...d one we Prod cuan ta 1 er 1 I

Crosby Valve & Gage Co. 43 Kendrick St., Vrentham. MA 02093
1. M.o.s.ctured and s.staned ty

cm 4 4en. et .. rune.t. s.14 2 3

. n ..i.e.4 su re-r,nnweal th rdh nn to _ rhiom _ ff mfc0
is na .4<.rsu .c pur.n u)

u, ti .r t s.nau Cemowealth Edison, Lasalle Station- #1, Marseilles, IL 613413.
(. a .aar.s.)

4. Type M i A17Cn CA 1M 76.600 -- 1001
. im .) < t t ., . ) ( t ... n. .t,=4 o l <cas) (r.., w it)

s. ae c.4.. s u rrr 187! Su rner 1972 1 --

i.4ita.c) s.44- 4.) c.1...) (c 4. c... .)

4. Fabric ated St steersance wit 2i Cacst. Spec. (Div. 2 anly) levistee Cate~~ ~~ -

(Se.)

7. Rasmute r

8. Bo.. Lt.icknes s (1a. ) -- Mia. seatsn 24stness (im.) * * Dia . TD ( ft. & in . ) - - tem tA eve ral.1 ( ft. & La . ) --

8. W.a applicable. Cart.itiest. Ea14srs' dat. sepert.s are .stacb.d Kos .seh Atee of this reports

i ii i
Fart er Appurten. ace | Kattenal || 1.zt or Appartenance Eational {

S.risi scener i sc.azd go. || te rial >:sub.: | Sea.rd so. |

| | In FJnerassl Order || | In pa.oratal Ctrdas |
| 1 1I i
|(1) Nc3183 33-0005 i _t |(2:3 '

|(3) t (](12)
|O) ' | |(28)

|(29)H

(4) !

.(3) t |(3C)
| (8) ' | (31) - 1 >

f

O) ! | | (121_ t |

Ita) 8 ) |(32) _ _

|(S) I l |(34) ._

|(10) f | |(3$1 _

I O1) 1 l |(38) __

._

|(12) ( {(37)
|(13) I jt38) ___

; 1(14) i 1(se)
1(13) | I(+c) |_

lite) { l(al)
1(17) 1 (fat)
|118) | 1(13) I l

f(IS) I 1('s) I _|_ . , ,

{tzo) . I 1(as) I i

](21) ! | lists i |
jf12) 1 . j1(41) |

|(13) | | |(44) |
'

|t24) t __, | [(as) [

Itas) I
_,

I g>() _t
i I i I'

,

13 resign prunte -- pst fees. -- .. T. !ycro. test 7:esur._1100 psir e t te-es. 760*

t . t.v ' aptla c at a * 3

___ - _ _______ _ -___ _ _______________ -______- . _ _
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r.r. =-

MORM N-2 (back)

w r. sarial me. N93)83-33-0005~

CERTIFICATION OF DESIGN

o..u. m . tete.u.= eeruri.d wy C. T. Nieh r.u. et.t. CA a . 15587
<*re .ppu. ale)

p..u. moport s.rtarted by W. D. Greenlaw r.s. etate MA 1.s.me.147a4 _
<* en appa.s. a te>

CEE.TIFICATE OF $ HOP COMPLT ANCE

ine corsary that tae .$.%t. ae in uan soport ar. serrecs d u t. Lu. ca.e.) Rndv
e.z. Se ts. 1.. .c t, u .c a. 4.nc c.4. , s.etta. III .

arr certisteete .c a tiortsette. .
5-1877 1.ottee 9/30/92 ,

- im] beM ff/77/se.e~
esn c.runcese s.La.r>

~ c..tsorts.d s.pd..nt. tin)
Crosby Valve & Cage Co. sio.t.

' /

CERTIFICATE OF SHOP INSPECTICN

1, th. madarsigned. b.tdwa . v Lad alasi.m s.e au.d by the Estlemal Seard of 3.iler ..d Fr.coure Tessal
Insporters and the state or pavriace og Mass 8ChuSetCS _and espicred by *Ste BeIOW
of NOTVood MA hm inspected Wee stes daserthed in thie data avport e P 2'f4H and
state that to t.be best of eer knowledge and belief, the certificate Balde.r has fabricated these parts or

appurtenameos is assard.mee with W ADE code, Seette. III. Sesh part Listed has been th.rtsed for s' === rim
35. d et. a sh m .

17 ais. ins tinta certific-ste, i.either the smspector s=or his earlerer me.kes any warreoty, arpressed er impued,
ecoce: ming the .sutet d.eersted in this data repcat. Furthermore, paithaz the is.p.eter mar his esplayer
=wn be unble in say sarsus ser any p.r.emal igury or property s a. er lose .t any htad antatea tres er

esanessed =etta tus tasp.etion. Factory Ntual System

pit. M h } Eramed M camaanstone7 */207
, _ ....d m . ., ...t.~. . .d.r . ._t. . .t. , . . ...,

,

*Arkvright Mutual Insurance Cortpany *

e

I

_ __ _ _ _ _ _ _ _
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r
CCKRICTED 3.rM ' f2'/i/ia" ' ' afff gsd /Jie- r ""
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I Tora 10-2*CCRAICTED RIPORT 10/24/88

FOAnt N4 W OA IIPT CI ATIFPCATI HOLDI A8' DA7A ALPORT POR (DENT 8 CAL
NUCLE AA PAA78 AND APPVAft4ANC148

Aa newht Dr ** Pmisleas of #ie Asiet Code, tenten ett. 0Meen 1, I 1_spot to tsamed oris D#iPresween >

Cro ky vales & care Co. . f.3 t*-ded te. . Vrenthan. MA 02093t. abrisensereers orgsud
.e aen. . a. ,

Coetzmwe a| th Edisen Co. . Chicago. II,
_. gm,

,
- ---- e 6sEP # #

.h , 3 t,ansmesa etessenemen -_ II5slie Couttv 1ta: ten. P.srsafils . It
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-

j SS-A-63790 As?2 1A182_ r316 77.500 1998 s's
*.rr (g --

,.
. -.. . . . .Oz 1971 Stemse 1972 1 **17 F--- g gg %,O ..

EE a. rear m * e-enne. e ca sees.10, t e en t :e %- - ~

OC ''*'

Q y m _N/A

h J
.

~
54-O/697 PO. L7/ F 77 9fA6'Y

U
s n e.=a m esa

*
tsa seericine ea o.: o ft a mis ~ Learm e reein.a w -*

e me see.we e.o sw re saw ews are eneo.4e ,e.e a er e t

owneraeowns.e e seu as put er asparence aseteres
laut me.es, tens sea test me.ee 6eene sev inera

"
*FJM. T111CKKISS

ni fi93186-39-0069 cyg3 B. 593_.C. 710 3.N0$ 33f*
23 N93126-39-0070 37)5- 593 C. 709 W. .'00 C. .630
(73 593166-39-0072 (r:3 3. .394 C. .710 3. 6D0 c. 630
pp F931B&-39-0073 tyr)5. 594 C. 710 !. 600 C. 6:'O ,

g; _vg11 1-14 M76 gog 5. .393 C. .709 3. 600 C. .610

st 793184-39-0075 at 5. _.543 C. .709 5. 400 C. 630
TUJ1Ge-M-OSf 6 g a. .334 n . .sw m. .*JJ L. .bJJ|m

g E. .393 C. .710 B. .400 C...bJJgg) v931st4-39-0077 i
gg 59316 -39-0078 g$4; M. .594 c. .710 B. 400 C. .630
pmF93264-39-0079 Oil B. .593 C. .710 B. 400 C. .630
9 13h93166-39-0050 og3 s . .596 c. .7cs 3. ,400 c. 630
pg;N9318&-39 % C gry] 3 .393 C. ./10 3. 6VU c. 639
(13] N93184 19-00 B 2 Og; B . .593 C. .708 1. 400 c. 630
n43893166-39-0003 og B. .594 C. .710 B. 400 C. .63D
pgpN93184-39-0084 pm 3. .594 C. .708 1. 400 C. .630
p g|S 93166-39-0065 gt 5. 594 C. 7,,0 1. 400 C. 630
ny N93184-39-0Cf 6 gr} B . .393 C. .7LO 400 Ci .6:,0,.

titi m 181-10-00A7 MM.B. .393 C. 709
'

>. 400 C. .6D0
pt N93184-39-CD'8 pa 5 .59' C. 705 5. 6UU C. .6Ju

gyp} U91
pg|B. .594 C. 705 5. 400 C. .6JVv41 ft.19-oct9

0 11 8'*39*U000 M81 B. .596 C. .710 1. 400 C. .630
GilN93 64-39-0092 gy n. .s91 c. .768 n. 400 C. . s30
0 21 M41
ffal Me

" Oli 16 01
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CrW Qtfality Assurance Dats Factory Mutual AXI (,,,,) ' Dake

**KIF.ARTJ : Report revised to add code case 1711.
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Crt,gpf Quality Aarurasco Date 70418 364 0h8833 fac'tH7 ttatual ANI Dhte ~
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e
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i

CCFtiffAft 9F SMC* IR875CTIDst

i 1, M . n 6-Z, empeog e essus cwh=ssima sabwes Dr M Insioast bore et lien emd Avenom Weeap thepeciert and m etre w pg,
i,,,e, F.a s s a cht:s e tt s.,s y,, oyag y, Arkvri ch t Mutum1 T N u r s a c e Ce-a m ev
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|. I test se e, verwee vis ie.c. m cemtisce meieer se towates thsee M*: or see.caeasm m seawen me eM N A4WI Cest,
- tection en teen ses now his ese avt**Nes ser m ea me este ea+va ehess..
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Mfr. Serial No. Mfr. Serial Ko.
( ge-Ot&95~i

I'
- N93184-39-0069 F9 31E'-39-0084 -'

N N, gj'/ 7F93184-39-0070 F93166-39-0083
;

| K93184-39-0072 E93184-39-0086 #
g - 8g .g-l K93184-39-0073 N93184-39-0057

| !!13104-3?-QQi4 FP)184-37-0088
K93166-39-0073 N93184-39-0089

j T93186-39-0076 F9318&-39-0090
F93184-39-0077 F93184-39-0092
F93186 39-0078
r93 WL-39-0079'

; - F93184-39-0080
'

- F93184-39-0081
' E93164-39-0082

r93186 39-0383 $'

|
-

p _-

,



FCTS Wi$-2 OWhER'S REPC3T C:t ETPLACEMENT
As ReQJired by the Provisions of ASME Ccde Section XI

1. Owrier Conrwwealth Edis in torneny Date 1/?9/93
(hame)

0.v F i rs t h e t i onel Pl a t a . Chic eco. f t . , 60690 Sheet 1 of 2
( Ack2r ess)

2. Plant L aSat te Comty kuclear Station Unit _1 See item 6 "Other Identification" Below
(hame) R epai r Or ganizat ion, P.O. ho., Job ko., etc.

2601 W. 21st. Bd. merseilles. ft. 61}41
( AO:$ress )

3. Work Perf ormed by mechanical weintenance type Code symbot stano W/A
(kame) Authoritation ko. W/A

mechanical maintenance Expiration Date w/A
( Acksr es s)

4. Identification of System (MS) Main Steam
5. (a) Applicable Construction Code sect. !!! 1971 E di t iori_572 Aasenda, Code cases 1567 & 1711

(b) Acplicable Edition of Section XI utilized f or Repairs or Replacements 19E_,, WBO Ad, Cooe Cases tone
6. Identification of Copponents Repaired or Replaced, and Reptocement Components

home cf tame of Mfrs. Ser, hat'l CPN Other fear Repaired ASME Code
Conponent Mfr. ho. Bd. Wo. Identi- Sultt Reptsced, $ tamped

ho. fication Replacement (Yes or ho)
A

SRV valve Crosby W63790-00-010f m/A W/A L-15529 * Replaced m/A

SRV Valve Crosby d63790-00 0004 N/A W/A L-13933 * Replacement n/A

(2) Inlet Studs Crosby N/A m/A L-13933 ** Replaced m/A

(1) Intet stud Vitco Ht. Code CC1 W/A N/A L-13933 1988 Reptocement N/A

(1) Intet Stud Vitco Mt. R X-1794 m/A N/A L-13933 1988 Replacement k/A

(1) Intet hut Cr osby * h/A N/A L-15529 * Reptsced m/A

7. Description Ct ess 1 Replacement. * = Per W-5 Code tota Rerert on tite At taset te Comty station
8. Tests Cordacted:

Unycrostatic |f552| Pnematic Lx_j hormal Operating Pressure | Mother $ystem Leakage festPressure osi test temp. Anc. Deg. F
9. Remarks Valve sws F63790-00-0009 was ref urbished irx$er Work ecovest L-13933 and installed mder Work Request

(Applicable Manuf acturer's Data Report t o be A t t ached)
L-155?9 as a replacement f or SEe h63790-00-0109. Intet nut hes beei reconciled to the Originat Code of
const ruction per Part Technical Evatuation L93-006 0053 which is on file at tasat te Comty Station. For the
rewroer of the rent aced and repl acement coroonents see Form u ts-2 surolementat sheet on Paoe 2 of 2.

CERTIFICATION OF COMPLI AhCE

We certify that the CeJements ma in t>ip report are correct and this R ept at ement conforms to
section XI of the A oce. {J (repair or replacement)

'M(QM 5ner's lesignee) 'A, Mrmii fr T-64V , 1993$s
' '

Signed @ Alu O M^#
lytte) ' (Date)

CERTIFICAT10w 0F INSPECTION
'

I, the udersigned, holding a valid connission issued by the kational Board of Botter ard Pressure vessel
Inspectors and the State or Province of It tinois employed by Hartf ord Steam Boiler Inso. & Ins. Co. of

Hartford Cf. have inspected the Rectacement described in this Report on 38f ,1993
(Rep. or Rept.)

' and state that to the best of my knowledge ard belief, this repair or replacement has been constructed in4

accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his employer
makes any warranty, expressed or inplied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his enployer shall be liable in any marr.er for any personal injury or
property damage or a loss- ng or connected with this inspection.

Date 8 /8/93 ohn R. Tetreault Comissions ft 1416 W.T
/ (Inspector) (State or Province, National Board)

|

!
l

1

|

|

. _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _
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ATTACHMENT D

FORM NIS-2 SUPPLEMENTAL SHEET

1. Owner: Commonwealth Edison Company Sheet 2 of 2
One First National Plaza Date 1/29/93
Chicago, Illinois 60690 Unit 1

2. Plant: LaSalle County Station
2601 N. 21st. Rd.
Marseilles, Illinois 61341 See "other Identification" Below

P. O. No., WR No., ets.

3. Work Performed by: Mechanical Maint. Type Code Symbol Stamp N/A
Name Authorization No. N/A

Mechanical Maintenance Erpiration Date N/A
Address s >

4. Identification of System (MS) Main Steam

Sa. Applicable Construction Code section III 1971 Edition S72 w/1567 G1711 Addenda

Sb. Applicable Edition of Section XI utilized 1980 Edition Winter 1980 Addenda

6. Identification of Components Repaired or Replaced and Replacement Components.

ASME
Code .

'National Repaired, Stamped
Name of Name of Manufacturer Board Other Year Replaced (Yes I

component Manufacturer Serial No. No. Identification Built or Replacement or No)

(1) Inlet
Nut Cardinal Ht. Code PM1 N/A L-15529 1991 Replacement N/A

,

f

I

ZWLAP
'

|



.. _ .. -. . _ - . . .~ - - - ~. - .-

r

;

FC24 Nis-2 OWkER'S REPORT OR REPLACEMENT !
As Recpired by the Provisions of ASuE Code Section XI

j

l
i1. owner Commwestth Edison Coninany Date 1/29/93 i

(hame) I
One First kational Plate. Chiceco. ft. 60690 Sheet 1 of 1 |(A32ress)

|2. Plant te$at te Comty Wucteer Station Unitj See Item 6 "Other Identification" Below r

(hame) Repair Organization, P.O. No., Job ho., etc. I2601 w. 21st. Rd. marseities. f t . 61341
(Accress)

3. Work Performed by mechanical maintenance Type Cooe syntzot $ tag W/A I

(name) Authorization ko. w/a i

mechanical maintenance Expiration Date k/A }
(Aadress)3 ,

4. Identification of System (w$) main Steam *s

5. (a) Applicable Construction Cooe sect. til 1971 Edition 572 Accence, code Cases 1567 & 1711 '
3

(b) Applicable Edition of Section x1 utitized for Repairs or Replacements 19L, W80 Ad, Cooe Cases ame
6. Identification of Cogonents Repeired or Reptaced, and Reptacement Conponents i

kame of Name of Mfrs. Ser. Wat'l CRW Other Year Repaired ASME Code i
| Coniponent Mfr. ko. Bd. Wo. Identi- Built Replaced, Staaped ,

ho. fication Reptocament (Tes or uo),

a

SRV Valve Crosby h63790-00 0063 h/A N/A L 15534 * Replaced N/A 2

i

SRV Valve Crosby h63790-00-007d t/A N/A L-13935 * Replacement N/A
,

(4) Intet Studs Crosby N/A N/A L-13935 ** Replaced N/A

) (4) Inlet Studs Vitco Mt. Coce ATZ N/A W/A L-13935 1992 Replacement N/A

|*

|
l !

J 7. Description Class 1 Peolecement, * s Per k-5 Code tote accort on File At te$at te County Station

j,,,,j Hydrostatic |~82[ Pneunatic Q| Wormat Operating Pressure Qjother System Leakage Test ,

8. Tests Conducted:4

Pressure 1 osi Test Temp. Anth Deg. F |
| 9. Remarks Vatve swa h63790 00-0074 was ref urbished trider Work peosest L-13935 and instet ted under Work Re<seest i
; (Applicacte manuf acturer's Data Report to be Attached)

j
; L-15534 es a reot ecement f or sus 663790-00-0063. >

"
r

CERTIFICATION OF CmPLI AkCE

| We certify that the statements made in this report are correct and this Rectecement conforms to i
1 Section XI of the ASME Code. (repair or replacement) |

5igned 3b , 1993
! (Owner or Owneris Doefgnee) (fttle) (Date) -

"

1 |

|CERTIFICAfl0N OF IkSPECilou

1, the tridersignec", holding a valid comission issued by the National Board of Boiler and Pressure vesset !
Inspectors and the State or Province of It tinois egloyed by Nortford Steam Boiler Inso.1 Ins. Co. of

|
,

} Hertford, CT. have inspected the Reotecement described in this Report on 8'/A ,1993
J (Rep. or Rept.)

,

and state that to the best of ry knowledge and belief, this repair or replacement has been constructed in
j accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his egloyer
8 makes any warranty, expressed or inplied, concerning the repair or replacement described in this Report.
| Furthermore, neither the inspector rior his employer shall be liable in any snanner for any personal injury or
a property damage or a to of nypndarfsingfr or connected with this inspection.

+ / MVe? '
Date 3 h W 93 /J 1etresuN Comissions Il 1416 N.]

j g (Inspector) (State or Province, hetional Board)

3

l

|

.

h

I

I

_ _ ___ _ . _ _ - _ _ _ _ _ _ . _ _ . _ _ _ _ _ _ _ _ _ _ . _ _ _ _ _ . ,_ __ - _



FORM kl$-2 OWNER'S REPORT OR REPLQCEMEOT
As ReQJired by the Provisions of ASME Code Sectiori XI+

1. Owner Commnweat th Edison Connany Date 1/29/93
(hame)

One First hetional Pt era. Chiceno.11. 60600 sheet 1 of 2
(AGOress)

2. Plant te$at te Comtv Wuclese $tation Unitj See item 6 "Othee Identification" Ectow
(hame) R epair organizat ion, P.O. he., Job ho., etc.

2601 N. 21st. Rd. Norseilles.11. 61341
(Aadress)

3. Work Perf ormed by Mechanical Maintenance Type Code Syecot Stam W/a
(kame) Authorization ko. mik

Mechanical Maintenance E ntration Cate */a
( A03ress)

4. Identification of System (us) main $ team
5. (a) Amticable Construction Cooe sect. Ill 1971 Edition s72 Aasence, Cooe Cases 1567 4 1711

(b) Amticable Edition of Section XI utilized for Repairs or Replacements 19&O_, W50 Ad, Cooe Cases hone
6. Identification of Casponents Repaired or Replaced, and Replacemment conponents

hame of Name of Mfrs. Ser, hat'l CR N Other Year Repaired ASME Code
Corponent Nfr. No. Ed. ho. Identi- Built R eplaced, Staged

ho. fication Replacement (Yes or Wo)

|L15528SRV Valve Crosby h63790-00-000{ h/A N/A * Replaced N/A

5RV Valve Crosby E63790-00-010d W/A W/A L-IN95 * Replacement N/A

(4) Inlet Studs j Crosby h/A N/A L-1N95 ** Rept ated W/A

I(2) Intet St:.ds Vitco Nt. Code ATZ h/A N/A L- 1N95 1992 R eplacement N/A

(2) Intet Studs Vitco ht. # X-1794, h/A N/A L-1N95 1958 R eplacement N/A

(1) Inlet kut Crosby W/A N/A L-15528 ** Replaced m/A

7. Description Class 1 Replacement. * = Per h 5 Code Data sepert on Fite At tasat te Cotrity station
. 8. Tests Concbeted: L_|Hydrostaticj j Pnetratic L,x_j kormat Operating Pressure Q|Cther System Leakage Test
1 Fressure 13 2 osi f est Tesc. Are. Deg. F

9. Remarks valve $ws m63'790-00-0105 was ref urbished treer Week sco>est 1-10495 and instat ted tider Work Reavest
( Amlicable Manuf acturer's Data Report to be Attachec)

,

1-15528 as a rectacement for the 663790-00-0002. For the renneinder of the reotaced and reotacement
-

i

conoonents see f orm WIS 2 5twicetal sheet on race 2 of 2. "

CERTIFICATION OF CCaFLI AM.E

We certify that the statements mace in this report are correct and this R epl ac ement conf orms to
Section XI of the ASME Code. (repair or replacement)

Signed )~ , 1993
(Owner or Ownert#esignee) (title) (Date)V

CERTIFICATION OF IN$PECTION

1, the tidersigned, holding a valid conrnission issued by the national Board of Boller and Pressure vessel
Inspectors and the State or Province of Illinois , e@loyed by Wertf ord Steam Boiler insp. 8 Ins. Co. of

Hartford. CT. have inspected the R epl acement described in this Report on /~IM ,1993
(Rep. or Rept.)

and state that to the best of sry knowledge and belief, this repair or replacement has been constructed in
accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his e@loyer

3makes any warranty, expressed er imlied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his e@loyer shall be liable in any manner for any personal injury or

,property damage or a L of ny k arising fr or connected with this inspection.
. - ACs J7Date I /u/93 JohnR.TeYeauft connissiors IL 1416 N.I

.

# (Inspec t or) (State or Province, hational Board)

.

T

J

i
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ATTACHMENT D i

FORM NIS-2 SUPPLEMENTAL SHEET

1. Owner: Commonwealth Edison Company Sheet 2 of 2
One First National Plaza Date 1/29/93
Chicago, Illinois 60690 Unit 1

i

2. Plant LaSalle County Station
'

'

2601 N. 21st. Rd.
,

Marseilles, Illinois 61341 See *0ther Identification" Below
P. O. No., WR No., ets.

.

3. Work Performed by:.Meehanical Maint. Type code Symbol stamp N/A ,

Name Authorization No. N/A
Mechanical Maintenance Expiration Date N/A !

Address -

*

4. Identification of System fMS) Main Steam
4

Sa, Applicable Construction Code Section III 1971 Edition S72 w/1567 &l711 Addenda
4

Sb. Applicable Edition of Section XI utilized 1980 Edition Winter 1980 Addenda |
6. Identification of Components Repaired or Replaced and Replacement Components.

;
'

,

i
ASME :
Code |

National Repaired, Stamped |
Name of Name of Manufacturer Board Other Year Replaced (Yes ;

Component Manufacturer Serial No. No. Identification Built or Replacement or No)
,

(1) Inlet
,

Nut Vitco Ht. Code IAJ-1 N/A L-15528 1992 Replacement N/A

:
a r

,

,

i

I,

|'

:

i

i

:
!

!

!

)

i

!

ZWLAP~

,



FORQ WIS-2 OWWER'S REPc3T C3 REPLACEMEOT
As Required by the Provisions of ASME Ccoe Lection XI

1. Owner Commwealth Edison Cormany Cate 1/?9/93
(hame)

the First national Ptere. Chicano. 11. 60690 $heet 1 of 2
(Aoaress)

2. Plant Latat te Comtv Nuclear station unit.1 See item 6 "Osher identification * Below ,

| (hame) Repair Organizat ion, P.O. ho., Job Wo., etc.
2601 W. 21st. #d. marseittes. ft. 61341

( A33ress)
3. Work Performed by mechanical maintenance Type Code Symbol Stanp N/A

(kame) Authorization No. h/A
mechanical Maintenance Expiration Date w/a

(Aosress)
4 loentification of System (us) Main steam '

5. (a) Aplicable Construction Cooe sect. 1Ii 1971 Edition $72 Amerca, Cooe Cases 1567 & 1711
(b) Applicable Edition of section XI Utilized for Repairs or Replacements-19L, WBO Ad, cooe Cases mone

6. loentifieation of Conponents Repaired or Reptaced, and Reptacement Conponents

home of Name of Mf rs. Ser. Nat'l CRW Other Year Repaired ASME Code
Conponent Nfr. No. Bd. No. Identi- Built Replaced, Stanped

ho. fication Replacement (Yes or No)

sRV Valve Crosby h63790-00-0076 N/A N/A L-15530 * Replaced N/A |

Sav Valve Crosby h63790-00-010d N/A N/A L-10454 * Replacement N/A

hozzle Crosby * W/A N/A L-10484 * Replaced N/A

sozzle | Crosby N93154-39-0074 N/A N/A L-10484 1988 Replacement N/A

(5) Intet Studs Crosby W/A N/A L-10484 ** Replaced N/A

(2) Intet Studs Vitco Nt. # X-1794 N/A N/A L-10484 1988 Replacement N/A
=

7. Description Ctess 1 Rectatement. * s Per h-5 Code Data Recort on File At ta5at te Corty Station |
8. Tests Con:beted: jjpyorostatic |32j Pnematic j,L) horaat Operating Pressure j,J,,,jother System Leakage lest j

Fressure 1 osi Test Temp. Me. Deg. F;
9. Remarks valve sht h63790-00-0104 was refurbished under Work eco;est L-10484 and instet ted mder Wort Reo;est

( Applicable Manuf acturer's Data Report to be Attached)
L-15530 as a rept atement f or sus 663790-00-0076. Fer the remairoer of the rect ated and rect atement
ccuronent s see f em h t S-2 Swc>t emental Sheet on Pace 2 e' 2. I

|

CERilflCATION OF CO*WLI AkCE

we certify that the statements made in this report are correct and this Destatement conforms to
Section XI of the ASME Code. (repair or replacement)

Signed 4 , 1993 r
| (Owner or Owner'apignee) (Title) (Date)"

CERf!f! CATION OF INSPE Cf l0N
~

'I, the moersigned, holding a valid conrmission issued by the National Board of Boiler ard Pressure Vessel
Inspectors and the State or Province of 11t inois esployed by Martford Steam Boiler Inso. & Ins. Co. of

Martford. CT. have inspected the Replacement described in this Report on I* / M ,1993
(R ep. or R ept . )

i ard state that to the best of avy knowledge and belief, this repair or replacement has been constructed in
accordance with section XI of the ASME Code. By signing this certificate, neither the inspector nor his enployer
makes any warranty, es. pressed or implied, concerning the repair or replacement described in this Report. *

Furthermore, neither the inspector nor his enployer shall be liable in any manner for any personal injury or<

property daneye or a less c sing om or connected with this inspection.

Date 3 //>/93 John k. Tet reaut t Comissions it 1416 N.1
#' (Inspector) (State or Province, kational Board)

e

i

__ _ _ _ _ _ _ _ _ _ . _ _ _ _ _ _ _ _ . _ _ _ _ _ _ _ _ _ _ _ _ _ . _ _ . _ _ _ _ _ . _ . _ _ - - _ _ _ _ _ _ _ _ _ . _ _ _ _ _ _ _ _ _ _ _ . _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _



ATTACHMENT D

FORM N2S-2 SUPPLEMENTAL SHEET i
4

!-

1. Owner: Commonwealth Edison Company Sheet 2 of 2 i
One First National Plaza Date 1/29/93 ;
Chicago, Illinois 60690 Unit 1 |

2. Planta LaSalle County Station !

2601 N. 21st. Rd.
'Marseilles, Illinois 61341 See "Other Identification * Below

P. O. No., WR No., ets. '

3. Work Performed by: Mechanical Maint. Type Code Symbol Stamp N/A
Name Authorization No. N/A

Hechanical Maintenance Expiration Date N/A
Address

,

!

4. Identification of System (MS) Main Steam !

Sa. Applicable Construction Code Section III 19L Edition S72 w/1567 G1711 Addenda.
!

Sb. Applicable Edition of Section XI utilized 199_0__ Edition Winter 1980 Addenda0

6. Identification of Components Repaired or Replaced and Replacement Components. I

i

[

ASME
Code !

National Repaired, Stamped |
Name of Name of Manufacturer Board Other Year Replaced (Yes 1

Component Manufacturer Serial No. No. Identification Built or Replacement or No) |
I
e

(3) Inlet !
<

Studs Vitco Ht. Code # ATZ N/A L-10484 1992 Replacement N/A l"

i

!

>

[
4

,

+

!

!

,

t

t

ZWLAP
'

i
,

f

I
,

i
t
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!70RO Wit-2 ChdWER'S Repeat OR REPlattnECT i

As RecNired by the Provisions of ASME Coor Section XI !
i
!1. Owrier comorweet th Edison Contiaay Date 1/29/93 j

(kame) ;
One First Wetional Pters. Chiceno. 11. 60600 Sheet 1 of 1 j

( Ack2ress) ;2. Plant lsSalle Ccety kuclear Station Unitj See Item 6 "Other Identification" telow a

(name) Repair Organization, P.O. he., Job mo., etc.
2601 k. 21st. Rd. Marsei t t es It . 61341

( Ao:2ress)
3. Work Perf ormed by Mechanical Maintenance Type Code Syubot Stanp W/A

(hame) Authoritation bo. W/A
gmechanicat m intenance Expiretion Date w/a 4a

( Ack2r ess) 1

4. Identification of System (MS) Main Steam
[5. (a) Appticable Construction Cooe sect. I11 1971 Ecitnon 572 Amoenos, Cooe cases. 1567 & 1711 '

(b) Applicable Edition of Sectton si utiti2ed for tepairs or Reptocements-1980 , WBO Ad. Cooe Cases mone !
6. Identification of Components Repaired or Reptseed, and Reptacement Components

(mame of kame of ufrs. Ser. kat'l CRW Other Year Repaired ASME Code ;Congonent Mfr. No. Bd. to. Identi- Built R epl aced, Staged !
ho. fication Replacement (Yes or so)

$RV valve Crosby h63790-00 0068 W/A N/A L-15533 * iReptoced N/A
1

sRV Valve Crosby $63790-00-00DE N/A w/A L-13931 * IReplacement s/A

(2) Intet stu$s Crosby * w/A h/A L-13931 * R eplaced N/A

(2) Intet studs Vitco Ht. Code AT2 N/A N/A L-13931 1992 Replacement N/A

!

;

)

!
7. Description Ctess 1 Reot acement. * = Per u-5 Code Data Report on File at teset t e County station i
8. Tests Concbeted: |JMycrostatic |3 Pnewentic |J,_| hornet operating Pressure |MCther System Leakage testPressure 1 osi fest Temp. Anb. Deg. F
9. Remarks Velve $k# E63790-00-0008 was ref urbished uv$er work peouest L 13931 and instet ted trder Work Recuest 8

( Applicable Manuf acturer's Cata Report to be Attached) {
L-15533 es a reotecement for 5t* h63790-00-0068.

[

CERTIFICATION OF COMPLI ANCE .

We certify that the statements sede in this report are correct and this Brotacement conforms to
Section XI of the ASME Cooe. (repair or replacement) '

Signed M , 1993 f(owner otAwner's Designee) U (Titte) (Cate) ;

CERf!FICATION OF INSPECTION

t1, the urdersigned, holding a valid consnission issued by the kational Board of Boiler and Pressure Vessel i
inspectors and the State or Province of Illinois , enployed by Nortford Steam Boiler inse. 8 Ins, Co. of

Hertf ord, Ct. have irspected the Reotecement described in this Report on 8 ~ / A- ,1993 I
(R ep. or R ep t . )

and state that to the best of any knowledge and belief, this repair or replacement has been constructed in
|accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enployer jsekes any warranty, expressed or implied, concerning the repair or replacement described in this Report.

f urthermore, neither the inspector nor his enptcyer shall be liable in any manner for any personal injury or
-

i
property damage or a toss, of any Jngdrising f rosn or connected with this irspection. [

k

, J'ohn k./C wGdDa !Date 3 /A,a/93 tetresult Comissions 11 1416 W.1
/ (Inspector) (state or Province, National Boarc) |

,

!

I
i

I

)'

t
i

1

1

|
,

,
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FCZ4 NI$-2 OWWER'S REPC3T C2 REPLACEMENT
As Regaired by the Provisions of ASME Code Section XI

I
1. Owner Ccevenwealth Edison Carcaw Date 1/?c/93 |(h av)

fthe First Wetional Riara. Chicant 11 0 690 Sheet 1 of 2
(A zress)

2. Plant t otal t e CcetY huclear Station Unitj See item 6 "Othee Ideetificatice* Eetow
(hame) Repair Organization, P.O. ho., Joe so., etc..2601 W. 21st. ed. Maeseilles 11. 61341

(A zress)
3. Work Perf ormed by Mechanical maintenanct Type Code Swtaot Stam W/A

(hame) Authorization No. h/A
nechanical Maintenanct Empiration Cate n/A

(A mress)
4. Identification of System (wS) kein Stearr
5. (a) Applicable Construction Cme _5ect, fil 1971 Ecs tion $72 Assenda, Cooe Cases 1567 & 1711

(b) Applicable Edition cf Section K1 uts tired for Repairs or Replacements 19L, W50 Ad, Cooe Cases mone
6. Ioentification of Components Repaired or Replaced, and Replac-eaent Conponents

kame of hame of Mfrs. Ser. kat*t CRs Other Tear Repaired ASME Codetonponent Mfr. he. Bd. ho. Ident i- Built Reptsced, Stanped
ko. fication Replacement (Yes or to)

SRV Valve Crosby h63790 00-0077 W/A h/A L-15527 * Reptaced w/A

SRV valve Crosby $63790-00-0105 N/A h/A L-10487 * Replacement k/A
kczzle Crosby h/A N/A L-10487* * Replaced N/A

bczzle Crosby w93184-39 0079 W/A w/A L-10487 1988 Replacement w/A
>
' Disc Insert Crosby W/A h/A L-10487 **

Replaced N/A
.

Disc Insert Crosby w93125-46-0178 m/A N/A L-10487 1991 Replacement N/A
'

i7. Description Class 1 Replacement. * = Per w-5 cme Cata Report on Fite At teset te Comtv station ~

8. Tests Conchacted: | J Hycrostatic j j Pnewetic jij hormat Operating Pressure jl|Other System Leakage Test
Pressure 13 2 osi T dt Temp. Amb. Deg. F

.

9. Remarks Valve swe h63790-00-0108 was ref urbished moer work teovest t-10467 and instat t ed treer Work Reosest '

( Applicable manuf acturer's Cata Report to be Attached)
L-15527 as a reelecemect for she h63790-00-0077 For the remairder of the rect aced and rectaceacat

a

Lorr.u +nts see F ore NIS-2 Stret emente t $ beet on Fece 2 ef 2.
1

CERTIFICAT!0W OF CmPLI AJrCE
a

We certify that the statements neoe in this report are correct and this teotacement conforms to
j Section XI cf the ASME C (repair or replacement) '

siened > , 1993 |) @ r or Owner's Destynee) (11tte) (Date)
|

CERTIFICATION OF IkSPECTION

I, the mdersigned, holding a valid cannission issued by the Eatiornal Board of Boiler and Pressure vessel '

Inspectors and the State or Province of it tinois , enployed by Hartford Steam Boiler Insp. 8 ins. Co. of"

4 i

Nortford_ CT, have irtspected the R epl ac emet described in this Report on 3*/M ,1M3
(Rep. or Rept.)

and state that to the best of my knowledge ard belief, this repair or replacement has been constructed in !
accordance with section El of the ASME Code. By signing this certificate, neither the inspector nor his employer .
nakes any warranty, expressed or imtied, concerning the repair or replacement described in this Report.
Furthersnore, neither the inspector nor his enployer shall be liable in any marrier for any personal injury or.

property damage or a losg o a f or connected with this inspection.,

Date 5 h>/03 , / John R. Tetresult Contnissions 11 1416 N.!" (Inspector) (State or Province, kational Board)
,

i

i
i

:
I
i
1

'
i

!

)

<

I
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ATTACEMENT D
i

FORM NIS-2 SUPPLEMENTAL SHEET

.!
1. Owner: Commonwealth Edison Company Sheet 2 of 2 '

One First National Plaza Date 1/29/93
Chicago, Illinois 60690 Unit 1

2. Plants LaSalle County Station
2601 N. 21st. Rd.
Marseilles, Illinois 61341 See *0ther Identification * Below

P. O. No. , WR No. , ets.

3. Work Performed by: Mechanical Maint. Type Code Symbol Stamp N/A
Name Authorization No. N/A

Mechanical Maintenance Erpiration Date N/A
Address

!

4. Identification of System (MS) Main Steam '

Sa. Applicable construction Code Section III 1971 Edition S72 w/1567 G1711 Addenda

Sb. Applicable Edition of Section XI utilized 1980 . Edition Winter 1980 Addenda

6. Identification of Components Repaired or Replaced and Replacement Components.

ASME
Code

National Repaired, Stamped
Name of Name of Manufacturer Board Other Year Replaced (Yes
Component Manufacturer Serial No. No. Identification Built or Replacement or No) ;

l

(9) Inlet
'

- Studs
Crosby N/A L-10487 ** Replaced N/A

(4) Inlet
Studs Vitco Ht. Code ATZ N/A L-10487 1992 Replacement N/A

'
(3) Inlet
Studs Vitco Ht. # X-1794 N/A L-10487 1988 Replacement N/A ,

i
1

(2) Inlet
Studs Vitco Ht. Code GAM N/A L-10487 1992 Replacement N/A

i

(12) Inlet '

Nuts Crosby N/A L-15527 ** Replaced N/A
1

(12) Inlet i
Nuts Vitco Ht. Code IAJ-1 N/A L-15527 1992 Replacement N/A

'

!

i

ZWLAP

!

!
[

t
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FORM NIS 2 (WWER'S REPORT OR Rf PLQCEMENT
As Regaired by the Provisions of ASpE Code Section El '

i
1. Owner comonwestte Cdison Conpany Date 1/29/93 j

(name) -

One First National Pt ers Chicano.11. 60690 Sheet 1- of i |
( Ack2ress)

2. Plant tsSatte County kieleer Station tanit_1 $ee item 6 "Other identification" Below I

thame) Repair Organization, P.O. No., Job No., etc. '

2601 N. 71st. Rd. MarselI(es. f L. 61341 |

(Accress)
' 3. Work Performed by Mechanical Maintenance Type Cooe Symbot Stanp N/A i

(hame) Authorization No. h/A {Mechanical Maintenance Expiration Date N/A !

(Acuress) !
1

. 4. Identification of System (wS) Main Steam
'i

~] 5. (a) Applicable Construction Code sect. III 1971 Edition 572 Adoenda, Cooe Cases- 1567 & 1711 t

(b) Amlicable Edition of Section x1 utilized f or Repairs or Reptocements-19L,,V,_B0 Aa, code cases hone !6. Identification of Conponents Repaired or Replaced, ard Replacement Components
,

._ y

| Name of Name of Mfrs. Ser. Nat'l CRN Cther Tear Repsised ASME Code tConponent Mfr. No. Bd. No. Identi- Built Replace 1, Stamped ;,

No. fication R eplaceae.it (fes or No) !
s

f63790-00-0013
.

SRV Valve Crosby N/A N/A t-15526 * Replaced N/A !
t

! SRV Valve Crosby $63790-00-0079 N/A N/A L-10481 * I

Replacement N/A i

I (3) Inlet studs Crosby N/A N/A L-10481 ** Replaced N/A I

j (3) Intet stuos vitco Nt. Code ATZ N/A N/A L-10481 1992 Reptatement N/A
,

_ t

|
3

e

i I
h

!"

7. Description Class 1 peotacement. * * Per N-5 Code Date Report on File At ts$st te Comty $tation -
[

; 8. Tests Conckatted:
j._|Hyorostatic |37{ Prvmatic Q| Normat Operating Pressure Q|Other System Leakage lest ij Pressure 1 osi Test f eaup. Ar.b. Deg. F ij 9. Remarks valve she 463790-00-0079 was ref urbished under Work teovest t-10481 and instatled teder Work Remeeg !; ( Applicable manuf acturer's Data Report to be Attace.co) !

f L-155?6 es a rectacement for sW8 h63790-00-0013. ,
i

'
CER11FICAT10N OF COMPLI ANCE

, .

| We certify that the statements made in this report are correct and this R epl ac ement conforms to fSection XI of the ASME Code. (repair or replacement)

IO , 1993Signed r C

f(Owner or 04'.er'6J4 signee) u (Titte) (Date)
4

Ij CERTIFICATION OF 1NSPECTION ;
*

I
| I, the tedersioned, holding a valid commission issued by the National Boa-J of Boiler and Pressure vesset '

< Inspectors and the State or Province of filinois , enployed by Hartf ord Stemni Boiler Inso. 8 Ins. Co. of

Hartford Ct. have inspected the Rentecement described in this Report on 8" / M ,1993
d

(Rep. or Rept.)
! ard state that to the best of s'y knowledge and belief, this repair or replacement has been constructed in

accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his employer .'
j makes any warranty, expressed or inplied, concerning the repair or reptocement described in this Report.
', Furthermore, neither the inspector nor his enployer shall be liable in any enanner for any personal injury or )}property damage or a los of ny kJrd p '

f rom or connected with this inspection. I
1 sC kN' dh I
| Date 3 /u/93 / John e. Tetree Connissions it 1416 N! t
)

8

-g (Inspector) (State or Province, kational Board) |
,

>

!
1

!
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i
f
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ATTACHMENT B
,

FORM NIS-2 OWNER'S REPORT OF REFAIR OR REPLACEMENT
As Required by the Provisions of ASME Cooe Section XI

,

1. Owner Comnnwealth Edision Cocoany Date 5/13/91 ;

(Name) ,

One First National Pieta. Chicaoo it. 60600 Sheet 1 of 1

( A:ksress) L-05553
2. Plant taset te Cotory Nuetear Station unit 1 Repair Org., P.O. No., Job ho., etc.

(kame) '

P.R. *1. Box ??O Marsei ties. 11. 61341 Type Code Symbol stamp N/A
(Address)

3. Work Performed by Mechanical Maintainence Authorizatian No. W/A
(kame)

mechanical Maintainence Expiration Cate N/A
(Acksress)

4 Identification cf System Control Rod Drive (RD)
5. (a) Applicable Construction Code * 19 * Edition AMenda, Code Cases: ;

* *

(b) Applicable Edition of Section K! utilized f or Repairs or seplacements- 1980. WBO AWenda '

6. Identification of Components Repaired or Replaced, ard Replacement Conponents +

Name of Name of Mfrs. Ser. hat't. CRN Other Year Repaired, ASME Code
Conponent Mfr. ho. Bd. No. Icent1- Buttt Reptneed, Stamped

ko. fication Replacement (Yes or ND)
Control Rod Locatior
Crive Assy. G.E. A1007 N/A N/A 02-43 ** Replaced Yes

CRD Cap Screws G.E N/A N/A N/A N/A ** Replaced N/A
f

!Control Rod -L ocati on
i

Drive Assy. G.E. 8350 N/A N/A 02-43 * Replacement Yes
Mt. Coc:

CRD Cap Screws G.E. k/A N/A h/A J2G * Replacement N/A !

7. Description l ess 1 Replacement ** s per N-5 Code Data Report Fomp (h File At LaSalle County Station
8. Tests Conducted:|JHydrostatic|_|Pneanatic|X,|hominal Operating Pressure |X,|Other = System Leakage Test

Pressure 10?O osi Test Tecp. Art. Deg. F
9. Refr. arks * = cao screws Are Class 1. Section 111 1977 Ed. 577 Ad. #econelled Per PCE 89-314 * = CRD Assembly

( Applicable Manuf acturer's Data Reports to be Attached)

is Ct ess 1. Section !!! 1974 Ed. W75 Ad.. with Code Cese 1361-2 seconcited per PTEs 88-013. and 396. Beth the
Part Ct essi f icat ion E vat . (PCE ). and the Part Technical Evat s, are on file At tasat te County Statio.i.

CERT!FICATION OF COMPLI ANCE.

We certif y th th /6 ateme s made in this report are correct and this Rectatement conforms to
Section XI th A e. (repair or replacement)

Signed - ME# 8 f" b b, 19
' g(0.mer or Owner's Designee) (Titte) (Date)

| [ CERTIFICATION OF INSPECT 10h

I, the undersigned, holding a valid connision issued by the National Board of Boiler and Pressure vesset
Inspectors and the State or Province of Illinois, enployed by Hartford Steam Boiler Insp. & Ins, of Hartford CT

have inspected the teptacement described in this Report on 78M. ,1992
(Rep. or Rept.)

and state that to the best of sty knowledge and belief, this repair or replacement has been constructed in '

accordance with Section XI of the ASME Code. By signing it.is certificate, neither the inspector nor his employer
makes any warranty, expressed or implied, concerning the repair or reptxement described in this Report.
Furthermore, neither the inspector nor his ecployer shall be liable in ar1y manner for any personal injury or
property damage or a los o an i grisirg/ rom or connected with this inspection.

4W
Dated / /s7/92 John e. Tetreault Connissions it 1416 N.1

(inspector) (State or Province, hational Board)

-



. _ _. _- - . . - ~ . - - .- . . - - . .- n

!
!

FORN N15 2 OWNER'S REPORT OR REPLACEMENT I
'

As Ragsired try the Provisions of AssE Code Section XI
.

s

1. Owner Cassoonweetth Edison Company Date 1/22/93
(home) ?

One First National Piera. Chicano. 11. 60690 sheet 1 of 1 '

( Artaress)
2. Plant is$at te County Nuclear Station Unit 1

(same)
2601 N. 21st. ed. marsellies, it. 61341 |

(same) ;
3. Work Performed by mechanical Reintenance WR # L17216 '

(home) Repair Organitation, P.O. No., Job so., etc. i

mechanical maintenance
(Accress) '

4. Identification of systsee Controt Rod Drive (#D)
5. (a) Applicable Construction Code * 19 * Ecition * Addenas, Code Cases *

(b) Applicable Edition of Section al Uttlited f or Repairs or Replacements-1930,,,,,,,,1gg,,,Ad, Code cases N/a .

6. Identification of Cogonents Repaired or Replaced, and Replacement Components |

Name of kame of Mfrs. Ser. Wat'l CRN Other Year Repaired ASME Code
Conponent ufr. No. Ed. No. Identi- Sullt Replaced, Stamped ,

No. fication Replacement (Yes or Wo) ,Control Rod Locatior.
Replaced N/A fDrive Assencly G.E. A1048 N/A N/A 06-27 "

f

CED Cap Screws G.E. " N/A N/A ** ** Replaced N/A

!
Control Rod Locatic.;
Drive Assent >ty G.E. 9288 N/A N/A 06-27- * Replacement N/A [

i
CRD Cap screws G.E. Mt.# K0G N/A N/A k/A 1990 Replacement N/A i

i
!

. - ;
;

7. Description Class 1 peotacement ** * Per N-5 Code Dete Report tm File at tasat te Comtv station ;
8. Tests Condscted: j _,,,jnyorostatic L,_| Pneunstic |1) horimal Operating Pressure |,k,,j0ther ;Pressure 1052 Dsl test Temp. Asb. Deg. F !9. Remarks * = Cao screws Are Ctess 1 Section III 1977 Ed. 577 Ad. Reconcited Per PCE 89-314 * = CRD Assembly

(Applicable mars.sf acturer's Data Report to be Attached) |

Is Cless 1. Section til 1974 Ed..V75 Ad. With Code case 1361-2 Reconciled Per PTEs 88-013 and 88-3%. Both
The Pert Clessification Evat. (PCE). And the Part techmcel f vets. Are On file At teSet te County Station. j

CERTIFICA110N Di COMPLI ANCE
,

We certify that the statements made in this report are correct and this Replacement conforms to h
Section XI of the ASME Code. (repair or replacement)

,

signed M ~I , 1993 '

(Owner or OwWs Designee) V (litte) (Date) ,

CERTIFICATION OF INSPECT!ON i

1, the mdersigned, holding a valid consnission issued by the National Board of Bolter and Pressure vessel
Inspectors and the $ tate or Province of filinois , employed by Hertf ord Steam Boiler inso. 8 Ins. Co. of

Hartf ord. CT have inspected the Replacement described in this Report on I" /#' ,1993
(Rep. or Rept.)

and state that to the best of my knowledge and belief, this repair or replacement has been constructed in
accordance with Section El of the ASME Code. By signing this certificate, neither the inspector nor his enployer
makes any warranty, expressed or taptied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his employer shall be liable in any manner for any personal injury or
property damspe or a loss of any ind arising rom or connected with this inspection.

Date 3 / H '/ 93 J eau Commissions it 1416 N.1
V (Inspector) (State or Province, hetionat Board)

't

:'

!
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FORM Wl$ 2 OWNER's REPORT OR tEPLACEMENT
As Required by the Provisions of ASME Code Section XI

1. Owner comonweetth Edison Company Date 1/22/93
(name)

One First Wational Piera. Chicano.11. 60600 Sheet 1 of 1
(Aodress)

2. Plant tstalle Comtv Nuclear Station Unit 1
(aame)

2601 N. 21st. ed. Marseities. II. 61341
(name)

3. Work Performed by mechanical Maintenance We # L14778
(Mame) Repair Organization, P.C. ho,, Job ho., etc.

mechanical Maintenance
(Accress)

4 Identification of Systae Controt Rod Drive (RD)
5. (a) Applicable Construction Code 19 ** Eoitices * Aodenda, Cooe cases *

(b) Applicable Edition of Section X1 Utilized for Repairs or Replacements 1910_,,, W80 Ad, Cooe cases h/A
6. Identification of Components Repaired or Replaced, and Replacement Components

Name of Name of Mfrs. Ser. Nat'l CRW Other tear Repaired ASME Code
Conponent Mfr. No. Bd. No. Identi- Built Replaced, Stamped

No. fication Replacement (Yes or No)Control Rod Locatfor.
Drive Asseely G.E. 9382 m/A N/4 14-35 " Replaced N/A

CRD Cap Screws C.E. " N/A N/A ** " Replaced N/A',

'
Control Rod Locatire.
Drive Assenbly G.E. A1029 h/A N/A 14-35 * Replacement N/A

CRD Cap Screws G.E. Mt.# K0G N/A N/A N/A 1990 Replacement N/A

7. Description Class 1 Reelacement " = Per N 5 Code Date Report (M File At tasatte Comtv station
S. Tests conducted: j__|Myorostatic L_| Pnet.matic |1| hormal Operating Pressure jij0ther

Pressure 1052 osi f est f eno. . Amb. Deg. F
9. Remarks * = Cao screws Are class 1. Section !!! 1977 Ed. 577 Ad. teconciled Per PCE 89-314. * = CRD Assaabtv

(Applicable Maruf acturer's Data Report to be Attached)
iis Cless 1. section If f 1974 Ed..V75 Ad. With Code Case 13612 Reconcited Per Pits 88-013 and 88-396. Both '

The Part Classification Eval . (PCE). And ibe Part Technical Evats. Are On Fite At tasatte Comtv Station. ;

)!
CERTIFICATION OF COMPLI ANCE

We certify that the statements snade in this report are correct and this eeplacement conforms to
section XI of the ASME Code. (repair or replacement)

Signed J ^N } ''7 , 1993
(owner'or/pw6er's Designee) U (intte) (Date)

CERTIFICATION OF INSPECTION
,

i
I, the undersigned, holding a valid comission issued by the National Board of Boiler and Pressure vesset '

Inspectors and the State or Province of Ittinois , enployed by Hartford Steam Boiler Inso 8 fns. Co. of
>

Hartford. Ct have inspected the Replacement described in this Report on E ~ I I ,1993 !
(Rep. or Rept.)

and state that to the best of spy knowledge ard belief, this repair or replacement has been constructed in
accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his employer
askes any warranty, expressed or implied, concerning the repair or replacement described in this Report. *

Furthermore, neither the inspector nor his amployer shall be liable in any manner for any personal injury or >

property damage or a loss o, a i arisi frora op connected with this inspection.
aj,C'*

Date 3 / /P / 93 John etresult Consnissions IL 1416 N.I.

(Inspector) (state or Province, National Board)
,

,

t

6
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|

|

FORM tis-2 OWWER'S REPORT OR afPLACEMENT |
As Required by the Prowlsions of ASBE Code Section Il '

|

1. Owner comonwest th Edison Company Date 1/22/93
(haag)

One First kational Ptare. Chitaco ft. 60690 sheet 1 of 1
( Ach$ress)

2. Plant te$et te toety Wuetear Station tinit 1 '
(name) !

7601 W. 21st. Rd. Marseilles. II . 61341 .

(name) !
3. Work Performed by mechaniest Maintenance WR 8 L14781

(hame) Repair Organization, P.O. No., Job 20., etc. |
Meehenirst Maintenance j

(Acastess) .;

4. Identification of System Contret Rod Drive (RD) !

5. (a) Applicable Construction Come 19 * Eciticn* * Aadenas, Cooe Cases ;
a

(b) Applicable Edition of Section II utilized f or Repairs or Replacements-1960 , W60 Ad Cooe Cases N/A ;
6. Identification of Components Repaired or Replaced, and Replacement Components

home of Name of Mfrs. Ser. Nat*t CRW Cther Year Repelred ASME Code !
Conponent Mir. he. Bd. No. Identi- Built Replaced, Stamped >

No. fication Replacement (Yes or No)
Control Rod Locaticr.
Drive Assencly G.E. 9524 N/A N/A Q-31 ** Replaced N/A ,

CRD Cap screws G.E. " N/A N/A * " Replaced t/A

Control Rod Locatior;

Replacement W/A IDrive Assenely G.E. 9404 W/A N/A 4 -31 *

CRD Cap Screws G.E. Mt.# KOG N/A N/A W/A 1990 Replacement N/A .

?

!

7. Description Class 1 Reetacement ** = Per N-5 Code Date Recom th File At teset te Corty Station
1

8. Tests Condseted: |_j nyorostatic l.J Pneunatic Q| Wormal Operating Pressure j,,,L|Other
Pressure 1052 osi f est Teac. Anb. Deg. F

9. Remarks * * Cao screws Are class 1 Section III 1977 Ed. 577 Ad. teconcited Per PCE 89-314. * = CRD Asseabtv '

(Applicable Manuf acturer's Data Report to be Attached) !
Is Ctess 1. Section !!! 1974 Ed..V75 Ad. With code Case 1361-2 Reconciled Per PTEs 88 013 and 86-396. Both ;
The Part Ctessification Evet. (PCE). And The Part Technicet Evets. Are On File At taSatie Corty Station. *

CERTIFICAfl0N OF COMPLIAmCE

We certify that the statements made in this report are correct and tPis Replacement conforms to
Section XI of the ASME Code. (repair or replacement)

signed @ , 1993
(owner or Owne/ s Designee) u (Title) (Date)

CERTIFICAT10W OF INSPECTION
,

I, the mdersioned, holding a valid comission issued by the Watienst Board of Bolter and Pressure vesset
Inspectors and the State or Province of Illinois , employed by Hartf ord Steam Boiler Inso. 8 Ins. Co. of .

Hertford CT have inspected the Reelecement describec in this Report on 3*M ,1993
(Rep or Rept.) !

and state that to the best of ury knowledge and belief, this repelr or- replacement has been constructed in {accordance trith Section XI of the ASME Code. By signing this certificate, neither the inspector nor his employer
makes any warranty, expressed or implied, concerning the repelr or r,eptacement described in this Report. >

Furthermore, neither the inspector nor his espicyer shall be liable in any manner for any personal injury or ;
property damese or a loss of y ind er from or connected with this inspection.

.LAAbDate 3 // T / 93 J R. Tetresult Comissicos il 1416 W.! !
" (Inspector) (State or Province, National Board)

f

f

,

E

i

.

.____m _---___ _ --_ m - -. _



!

FORM NIS-2 OWNER'S REPORT OR REPLACEMENT
As Recpired by the Provisions of ASME Code Section XI

1. Owner Comwwealth Edison Concey Date 1/??/93
(name)

One First Wational Ptera. Chiceno 11. 60690 Sheet 1 of 1
(A Mress)

2. Plant t asat t e Comtv wuetcar Station unit 1
(name)

2601 W. 21st. Ed. Marseities. 11. 61341
i

(kame) t

3. Work Performed by Mechanical Maintenence WR 8 L1478?
(hame) Repair Organization, P.O. ho., Job Wo., etc.

kechanical Maintenance
( Ao:1ress)

4. Identification of System Control Rod Drive (RD) ~

5. (a) Applicable Construction Cooe * 19 * Edition * Ac$enda, Code Cases *

(b) Applicable Edition of Section XI utilized for Repairs or Replacements-19L VB0 Ad, code Cases k/a ;
6. Identification of Conponents Repaired or Replaced, and Replacement Conponents

Wane of Wome of Mfrs. Ser. Nat'l CRN Other fear Repaired ASME Code
Conponent Nfr. ko. Bd. No. Identi- Built Replaced, Stampd

N o. fication Replacement (Yes or ho)
Control Rod Locatior.
Drive Assently C.E. A1016 N/A N/A 38-31 " Replaced N/A

CRD Cap Screws G.E. ** N/A N/A " " Replaced N/A

Control Rod Locatior.
Drive Assenbly G.E. 7667 N/A N/A 38-31 * Replacement N/A

CRD Cap Screws G.E. Mt.8 KOG N/A N/A N/A 1990 Replacement N/A

7. Description Ctess i Peolacement " = Per W-5 Code Data recort On Flie At LaSatte Comtv Station f8. Tests Contbcted: |_|Mycrostatic U Pnetsnatic jij kormat Operating Pressure |1|Other
Pressure 1052 osi fest Temp. Anb. Deg. F

9. Remarks * = Cao Screws Are Ctess 1. Section 111 1977 Ed. $77 Ac. peroncit ed Per PCE $9-314. * = CRD Assen6tv
(Applicable Manuf acturer's Data Report to be Attached)

Is Class 1. Section Ill 1974 Ed..V75 Ad., with Code Case 1361-2 seconcited Per PTEs 88-013 and 88-396. Both
The Part Ct essification Evet. (PCE). And the Part Technical Evats. Are On file At tasalle Comtv Station.

CERTIFICATION OF C(MPLI ANCE

We certify that the statements sede in this report are correct and this aeotacement conforms to
Section XI of the ASME Code. (repair or replacement)

Signed -d 1993
(Owner or Owger's Designee) (litte) (Date)

"

CERTIFICAi!ON OF IkSPECTION

1, the trdersigned, holding a valid connission issued by the kational Beard of Boiler and Pressure Vessel I

Inspectors and the State or Province of Ittinois , enployed by Hartford Steam Boiler Inso. & Ins. Co. of

Partford Ct have inspected the feelseement described in this Report on J- / *I ,1993
(Rep. or Rept.)

and state that to the best of ry knowledge and belief, this repair or replacement has been constructed in
accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enptcyer
makes any warranty, expressed or implied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his enptcyer shall be liable in any manner for any personal injury or
property damage or a loss of y "nd a ist from o ,r connected with this inspection.

waP
Date 3 // 7/ 93 John. etremult Connissions il 1416 N.!

( V (Inspector) (State or Province, katioret Board)

|

|
i

)
I

I

|
.
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FORM NIS 2 OWWER'S REPORT OR REPLACEMENT
As Regaired by the Provisions of ASME Code Section XI

1. Owner comonweet th Edison conoany Date 1/22/93
(kame)

One First kotional Pt ers, Chicano. f t. 60690 sheet 1 of 1
(Aosress)

2. Plant ta$atte Comtv Wuclear Station Unit 1
(name)

2601 W. 21st. Rd. m rsell t es. It . 61341a
(kame)

3. Work Performed by Mechanical Maintenance WR # L14784
(name) Repai r Organizat ion, P.O. ho., Job 20., etc.

Meehenical Maintenance
(Address)

4. Identification of System Control Rod Drive (RD)
5. (a) Applicable Construction Cooe * 19 * Edition * A33enos, Cooe Cases *

(b) Applicable Edition of section XI utilized f or Repairs or Replacements-19L WBO Ad, Code Cases N/a
6. Identification of Conpanents Repaired or Replaced, and Replacement Components

Name of Eame cf Mfrs. Ser. Kat*1 CRW Other Year Repaired ASME Code
Con ponent Mfr. No. Bd. No. Identi. Built Replaced, Stamped

No. fication Replacement (Yes or Wo)Control Rod Locatior;
Drive Assentity C.E. A1024 N/A N/A 10 15 ** Replaced N/A

CRD Cap screws C.E. ** W/A N/A ** ** Replaced N/A

Control Rod Locatter.
Drive Assently G.E. AE717 N/A N/A 10-15 Replacement N/A*

CRD Cap Screws C.E. Ht.# KDG N/A N/A N/A 1990 Replacement W/A

7. Description Ctess 1 Replacement ** * Per N-5 Code cata Recert On File At teset te Comtv station '

8. Tests Cond;cted: j_jMydrostatic }_,j Pnematic |1| Norimal Operating Pressure jl|Other
Pressure 1052 osi Test Temp. Anb. Deg. F

9 Remarks * * Cap Screws Are Class 1. Section til 1977 Ed. 577 Ad. Reconciled Per PCE 89-314 * * CRD Assen61v
(Applicable Manuf acturer's Data Report to be Attached)

is Ctess 1. Section III 1974 Ed..V75 Ad. With Code Case 1361-2 Reconcited Per Ptts 88-013 and 86 396. Both
The Part Clessification tvat. (PCE). Ard The Part Technical Evals. Are On File At tasat te Comtv Station.

CERTIFICATION OF COMPLI AkCE

We certif y that the statements sede in this report are correct and this sept atement conforms to
Section XI of the ASME Code. (repair or replacement)

Signed 3 N , 1993
(owner or (Dwrer's Designee) "

(fitle) (Date)

CERTIFICATION OF INSPECT 10m

I, the urdersigned, holding a valid connission issued by the National Board of Boiler and Pressure Vessel
Inspectors and the state or Province of Ittinois enployed by Hartf ord Steam Boiler insp. & Ins. Co. of,

Hartford. CT have inspected the Replacenent described in this Report on 2- 6 ,1993
(Rep. or sept.)

and state that to the best of sy knowledge and belief, this repair or replacement has been constructed in
accordance with Section XI of the ASME Code. By signing this certificate, reither the inspector nor his employer
makes any warranty, expressed or leplied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his enptoyer shall be liable in any manner for any personal injury or
property damage or a loss . wkind ar) ys'. f romfr connected with this inspection.

p/ 4 a . . s. 6~-
Date f //? / 93 . Toh'n fetremutt Comnissions Il 1416 W.I

# (Inspector) (State or Province, National Board)



FORM W15-2 OWNER's REPORT OR RCPLACEMENT
As ReqJired by the Provisions of ASME Code section XI

,

1. Owner Cormonwestth Edison Corcenv Date 1/22/93
(name)

One First Wational Ptere. Chiceno. f t. 60600 sheet 1 of 1
(Ao3ress)

2. Plant teset te County Nuetese Station Unit 1
'(kame)

2601 W. 21st. Rd. Merseilles f t. 61341
(kame)

3. Work Perforined by Nechenical Maintenance WR # 114779
(kame) Repair Organization, P.O. No., Job ho., etc.

Mechenical maintenance
(Aodress)

4 Ioentification ci System Control Rod Drive (RD)
5. (e) Applicable Construction Code * 19 Edition* * Acbenoa, Cooe cases *

(b) Applicable Edition of Section XI Utilized for Repairs or keplacements-19L, W80 Ad, Code Cases W/A
6. Identification of Corrponents Repaired or Replaced, and Replacement Components

Name of kame of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code
Conponent Mfr. No. Ed. No. Identi- Built Replaced, Stanped

ho. fication Replacement (Yes or No)
Contrel Rod Locatior.
Drive Assenety G.E. 9199 W/A N/A 14-51 ** Replaced N/A

CRD Cap Screws G.E. " N/A N/A ** ** Replaced N/A

Control Rod Locatic.
Drive Assenely G.E. 7752 N/A N/A 14-51 * R eplacement N/A

CRD Cap Screws G.E. Mt.# K0G N/A N/A N/A 1990 Replacement N/A
_

7. Description Class 1 Rept ocement ** = Per M-5 Code Date tenort On Fite At teset te County Station
S. Tests Conductec: |_byarostatic L, _| Pnetsnatic LJL| Normal Operating Pressure W0ther

Pressure 1052 osi t es t T emp. Ane. Deg. F
9. Remarks * = can screws Are Ct ess 1. Section lif 1977 Ed. 577 Ad. Reconciled Per PCE 89-314, * = CPD assembly

(Applicable Manuf acturer's Data Report to be Attached)
1s Ctess 1. Section III 1974 Ed. W75 Ad. With Code Cese 1161-2 Reconcited Per PTEs 88-D13 and 48-396. Both
1be Port Ct essifiestion Evet. (PCE). And The Part Technicel Evats. Are On File et tesette County 5tetion.

CERilFICAfl0N OF COMPLIANCE

We certify that the statements maoe in this report are correct and this Reolecement conforms to
section XI of the ASME Code. (repair or replacement)

$igned 3 -#7 , 1993
(Owner or DMDesignee) V (Title) (Date)

CERilFICATION OF INSPECTION

1, the tidersigned, holding a valid connission issued by the National Board of Boiler and Pressure vessel
Inspectors and the State or Province of Illinois , enployed by Hertford Steam Boiler Inso. E ins Co. of

Hertford. CT have inspected the Reotecement described in this Report on f- / I ,1993
(Rep. or Rept.)

and state that to the best of my knowledge and belief, this repair or replacement has been constructed in
accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his employer
makes any warranty, expressed or (actied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his enployer shall be if able in any manner for any personal injury or
property damage or a toss of i from connected with this inspection.

Date / /Y/ 93 Join R. Tetresult commissions It 1416 N.io

// (Inspector) (State or Province, National Board)

|
I

|
,

I
i
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FORM Wis-2 OWNER's REPORT OR REPLACEMENT '

As RegJired by the Provisions of ASof Code Section XI*

i

1. Owner tonenonwealth Edison Conceny Date 1/22/93
(name)

One First Wetional Ptere. Chicano ft. 60690 sheet 1 of 1
(Acksress) ;

2. Plant teSelle Comtv Nucteer $tetion Unit 1 '

(name) !

2601 W. 21st. Rd. Norseilles. f t . 61341
(name) !

3. Work Perf orced by mechanical meintenance We i 1147E3 !

(hart) Repair Organization, P.O. No., Job ho., etc. ,

'mechanical meintenance
(Adorees) I

4. Identification of Systes Control Rod Drive (RD)
5. (a) Applicable Construction Code * 19 Edition* * Adoenda, Code Cases *

(b) Applicable Edition of section XI utilized for Repairs or Reptocaments 1939_, WBO Ad, Cou Cases N/a |
6. Identificetion of Components Repsired or Reptseed, and Reptacement Components -

t

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repelred ASME Code
component Mfr. No. Bd. N o. Identi- Built Replaced, Stamped

No. fication Reptscement (Tes or No) i
Control Rod locat f or- !
Drive Assen6ty C.F. 92E3 N/A N/A 34 23 ** Replaced N/A

CRD Cap screws G.E. ** N/A N/A ** ** Reptoced N/A

,

Control Rod locaticr. j
Drive Assembly G.E. 9528 N/A N/A 34-23 * Replacement N/A j

1
CRD Cap screws C.E. Ht.# K0G N/A N/A N/A 1990 Replacement N/A ,

i

i
| :

I7. Description Ct ess 1 Reotseement ** = Per N-5 Code Date Recert on File At teset te Comtv $tation *

8. Tests Condectec: L_jeyerostatic |_| Pneumstic Q| morsal Operating Pressure Q|Other <

'Pressure 1052 osi f est Temp. Anb. Deg. F
9. Remarks * = Cao screws Are Ctess 1. Section 111 1977 Ed., $77 Ad. eeconciled Per PCE 89-314. * = CRD Assembly I

(Apsticable Manuf acturer's Data Report to be Attactned)
Is Ctess 1. Section 111 1974 Ed. A/75 Ad.. With Code Case 1361-2 Reconcited Per PTEe 88-D13 and 88-396. Both !
The Part Ctessification Evet. (PCE). And ide Port Techntest Evels. Are On Fite At te5et te Comtv Station.

[
.

'
CERTIFICATION OF COMPLI ANCE

We certify that the statements made in this report are correct ard this Reelecement conforms toy

Section XI of the ASME Code. (repair or replacement)

5igned M MM M , 1993 f'(owner or OwneFs synee) (/ (titte) (Dete)
?

CERTIFICATION OF INSPECTION

1, the mdersigned, holding a valid connission issued by the National Board of Boiler and Pressure Vesset h
Inspectors and the State or Province of Illinois employed by Hertford $ team Boller inso. 8 Ins. Co. of i

Hertford. CT have inspected the Reclaecment described in this Report on NM ,1993 I
(Rep. or Rept.) }

and state that to the best of sry knowledge and belief, this repair or replacement has been constructed in !
accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his employer ;

makes any warranty, expressed or implied, concerning the repair or replacement described in this Report. i

Furthermore, neither the inspector nor his enployer shall be liable in any anmer for any personal injury or ,

property damese or a loss of any nd er si or ponnected with this inspection. !

n urfDate 3 /r/ / 93 John . Tetreau t Commissions IL 1416 N.I [
'

(Inspector) ($ tate or Province, National Board) j

|
,

|

i

i
i

|

_ __ _ _
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FORM Mis-2 OWNER'S REPORT OR ItEPLACEMENT
As RegJired try the Provisions of AS4[ Code Section XI

,

1. Owner Conrvonwealth Edison Conpany Date 1/22/93
(Name) ;

One First National Piere. Chiesco. It. 60690 Sheet 1 of 2
(Adoress)

2. Plant tasat te Comtv Nuclear stati.1n Unit 1
(hame)

2601 N. 21st. Rd. Marseilles.11. 61341 t

(Name) !
Work Performed by m chanicet Maintenance See item 6 "Other Identifiestion* Below3. e

(name) Repair Organization, P.O. No., Job eo., etc.
sechanicet Maintenance

(Aadress)
4. Identification of System Control Rod Drive (RD)
5. (a) Amticable Construction code * 19 * Edit icn * Adoende, Code Cases * *

(b) Applicable Edition of Section 21 utilized for Repairs or Reptocaments-196D WBO Ad, Code Cases tua ,

6. Identification of Components Repaired or Replaced, and Replacement Components
,

t

Name of Name of Mirs. ser. Nat'l CRN Other fear Repaired ASME Code
Conponent Mfr. No. Bd. No. loenti- Built Replaced, Stasped

,

)
No. fication Replacement (Yes or No)

Control Rod
Drive Assenety G.E. 7700 N/A N/A L-17212 ** Replaced N/A '

CRD Cap Screws G.E. ** N/A N/A L-17212 Replaced N/A**

Control Rod
Drive AssencAy C.E. A8930 N/A N/A L-17212 * Replacement N/A

Replacement N/A kCRD Cap Screws G.E. Mt.# K0G N/A N/A L- 17212 *

>

7. Description Class 1 Reptseement ** = Per N-5 Code Data Report On rite at tasalte Comtv station
B. Tests Concbetec: j,_jpyorostatic L_) Pneumatic j,J_j Normal Operating Pressure W0ther

Pressure 1052 osi test Tag. Anb. Deg. F
9. Remarks CPD $N 7700 & Its' Erternal Capserews were rectaced with CRD SN A8930 5 new Capserews mder Work

(Aplicable Manuf acturer's Data Report to be Attached)
Peouest L-17212. CRD SN A1051 was rebuilt and its' Cytinder tube and Flanae rectaced with Cylinder Tthe and
F t ance su AB930 meer work peosest t-10272. * = Capstrews are Class 1. Section Ill.1977 Ed. W75 Ad.
Seconcited ocr PCE 89-314. * = CPD Assenesty and new Cylinoer tube & Flanae are Class 1. section til.

1976 Ed. W75 Ad.. with Code Case 1361-2 reconciled per PTEs 88-013. 88 3A and t90-06-1045. Both

the Part Classifiestion Evaluation (PCE). and the Part Teenical Evaluations (PTE) are on file at
tasette County Station.

CERTIFICAi!ON OF COMPLI ANCE

We certify that the statements made in this report are correct ard this Replacement conforms to
Section XI of the ASME Code. (repair or replacement)

signed MM b 1993
(Owner or Owner *f)(signee) k (litte) (Date)

CERTIFICATION OF 1NSPECTION

I, the undersigned, holding a valid conmission issued by the National Board of Boiler and Pressure vessel
Irspectors and the State or Province of I t t inois , enployed by Hertford Steam Boiler Inso. & Ins. Co. of

Hartford. CT have inspected the reotatement describnd in this Report on 8 - M ,1993
(Rep. or Rept.)

atd state that to the best of evy knowledge and belief, this repair or replacement has been constructed in
accordance with section XI of the ASME Code. By signing this certificate, neither the inspector nor his employer
makes any warranty, expressed or inplied, concerning the repair or replacement descritwd in this Report.
Furthermore, neither the inspector nor his employer shall be liable in any marrer for any personal injury or
property damage or a loss of 4hy nd onnected with this inspection.

Date I / / // 93 John R. 1etreault Commissi ons IL 1416 N.It

(Inspector) (State or Province, kational Board)
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FORM NIS-2 SUPPLEMENTAL SHEET

1. Owner: Commonwealth Edison Company Sheet 2 of 2
One First National Plaza Date 1/22/93
Chicago, Illinois 60690 Unit 1

2. Plants LaSalle County Station
2601 N. 21st. Rd.
Marseilles, Illinois 61341 See "Other Identification" Below i

P. O. No., WR No., ets.

3. Work Performed by: Mechanical Maint. Type Code Symbol Stamp N/A
Name Authorization No. N/A

Mechanical Maintenance Expiration Date N/A
Address

4. Identification of System (RD) Control Pod Drive

Sa. Applicable Construction Code * 19 * Edition * Addenda
i

Sb. Applicable Edition of Section XI utilized 1980 Edition Wir.ter 1980 Addenda

6. Identification of Components Repaired or Replaced and Replacement Components.

ASME
Code

National Repaired, Stamped +
Name of Name of Manufacturer Board Other Year Replaced (Yes
Component Manufacturer Serial No. No. Identification Built or Replacement or No)
Cylinder
& Flange ;

'

Tube G.E. A1051 N/A L-10272 ** Replaced N/A

,

Cylinder
& Flange
Tube G.E. AB930 N/A L-10272 1990 Replacenent N/A |

|

[

t

.

A
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IUN N-2 NPT CDtTIFICAIE EXlERS' DCA REPORT POR MIIEAR PART NC APPURIDWGS*
As required by the ProH eirrs of the A9E Otde Rules, Secticn III, Div.1

1. Marufadiured & Cartified by: 2 cm y, 2117 Castle Rayne 76. , Wilmiretrn, N.C. 28402-

(hece and Ad2ress of NPI Carti f f rate Ibl&r}
(b) ternfactured fm: lasAI12 - 1 Petr==111 me . Il 61341

(Name armi Ad2ress of N Carti ricata lh!Nr Ior carplated rurlmar u,,s w agit)

2. Identificatim-Carrificat)e lhMrrs's 5/N of Part: AB930 Nat'l 31. Pb. N/A

(a) G.,..nucted A:x:cedire to Drawiro Pe: 91932580003 Piev 17 Dg. Fwed by D. L. Peters:rt

(b) Dee:ripcirn of Part Ir-p L.1: CYLDER TUBE & FING

(c) Am11+1m ASPE Cbde: Secticn III Edition 1974 ,Ad$erda Data W'75 Case 76.1361-3 Class _1

3. FC!MW3: S&a=aerbly of Omtrol Pcd Driw for use with vesctor,
(arist ces:ription or sarvice Ior e cuw-.t was ossigna2)

Padrostatie=11y teste$ st 1E25 psi, nin.

* Sheet 1 of 2

tee carti that the staterner:ta in this art c:rriet ard this vessel part or aggurtenance
as da in the c:de c:nfoms to the of constnrtion of the ASPE Ct:de Section III.
(The a=11+1= Designed %=-ification ard Stress are not the responsibility of the NPT
Cartificata Ibider for parts. An NFT Certification for aggurtenances is respermihim
for furnishirg a separate Design Spe::1fication and Stress Pegert if the appurtenance is not
irel'*1=4 in the wv E. Design F4 ficatirn ard Stress Pescet) .

-

*

DUE: 12/19 ,19 90 Signed 2-N!'BHFsO'-G By
_

p

(NFI Cartiricate Ibldsr)
Certificata of Auth:rization b:pires: 6/16/93 CartificatiM of tion Pb.: NPT N-1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Desi.cn infomaticn cn file at 2 CIMPMW, SAN M, CALIPORNIA
.

Stress analysis report cn fi.1* at 2 CIEPMW, SAN m; CALIPTNIA.

D 22A6253 Rev. 1
Design specificition certif11d by BTJRN }%ABDC Prof. Erg. State CALIF. Reg. No.15570

'
IC22A6254 Pav.1.
Stress analysis re;crt certified by IDARD h"HIO Prof. Eng. State CALIF. Peg. Pb. P018646

.

' - CERTIFICATION OF SHOP INSPECTION

I. the undersigned, M1Mrg a valid ccrnissicn by the Nsticnal B3arti of Boiler ard Pressure
Irs 2 h46 and/or the State cr Prtwirce of PCRnf CAROLDA ard erployed by DEPARDWT CP IAKRs -

have insp/M 1932. ard state that to the best of Etf knowledge <
ected the part of a pressure vessel cktscribed in thisof STATE OF FORD { CAROLDA

/8Partaal Data Report on
and belief. the NPT Certif.icate Iblcirt hss cmstnrted this part in accordarce with the ASPE
Cb:km Section III.
By signirg this certificate, reither the Inspector rcr his enployer nakes any h miy, i

ex: pressed or irplied, ccrcernirs the part drscribed in the Partial Data Resort. Further:cre,<

I
* neither the Inspector ror his c~ployer shall be 11^hla in any nrzner for any perscnal injury

or property dra7 s or a loss of any kard arising frtrn or u ue-ted with this inspecticn.

/S//9 .1996 de M,w PC 1231, PA v3686, Chio
' ~ IpW's 51@sture TJtIrmal Ecarti, State, Prtwirce arri Ib.

-

FATF.

*Supplemntal sheets in fom of lists, sketches or drawing ney be used prcvided (1) aize is
8-1/2" X 11", (2) info:raticn in 1-2 cn this Dsta Report is in-brhi cn each sheet, and (3)
each sheet is rnrbered and nurter of sheets is Ih&s3 in Itan 3. "RD9JtKSs"

(tof 73 L91-0 03 4 3
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mesamel Cecreate

(K ans & Spes.ne) (e ks.oftempe"Tese. Allememos ,,,,,,)n Die g,,,,ft g,,,5. Lagtg,,,,,ft g. -

f.S. Messises he4 Dulle meterid *

lfted) .]
3. 3 esses Lose A f. ! t.f. Cffiatosey 3

tire R.T.I t.t. Ms. of Conesse
6. mesess (s) 8estertal I.L (b)enste rtal f. S.

Leonttei (Tap Cross tanskne Cittatteel tenrte stentscheeten! F1st step to Press,
settes, taps) M annees testes Gottes bette Apoe Arghe testes Meester (sees.or sene.)

(s)
(t)
If somerek, tents weed etner feetente

Oestettal.6ees.ses.. I.L. Etes mener) (Deserste er attasen emeten)
7 Joneet Cleeurm
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Brer De194
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=-
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(tans of teos ee.) (5eeJ.te Prose.) fueless,talteel

risetpg. meterte S te. Thiseemeq,,,,,,,k . Atteesmet
ene**e
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_

(6tr. or v) -

I'
j ltese 11 14 tael, t.e te eseeleted for iseer armeters # teseeted esseele, or ehennale or tient ensem enere
e mee6sul Certoeten -

11. Detts 8teterial f.S. Neeseos W. A11euenoe_2. Die ,,,,ft.,,,,)ehrt.,,,,Ja.
-

(san.o tempo Esfied) --(r tsetspee.sm. ) r

12. Smeens Lom N.T.I E.T. E ffit tener 5
-

Carth A f. ' t.f. see, of Cowrees

D. theses (e) hetsetal, f.S. (t)ses tartal f.E. [ |

Leesttee tw Enscie C11Lsattaal Cawtal seusterrerusi fet Stee to Pswee !

(s)f e , 8sttee, fia koes toties todLies tethe Apes Angle testas DLeetter (Cene.ar Car.) -

Ene -

-

(t)Channe! =

i If resoreale. talte amen (a) (t) (c) Other f estantae
(Desertee er ettaan sketen
prep meight . -

Charpy lopect rt.14 __

14. Dette PresM est og sF et toep. of er -

Itoso telee to tw comp]rted fer all vessele ***to emelle,ble.
-

1-
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-

15. Safett Talvo Outlets m =* -- $1er Leatten -

i34. nogalees i-

fwooes (!alet beinforessent
helst. Drain) m* Die or time Type meterial Thicknees Insterial Attached

-

_

-
, e -

L 17. Inepeetiem Noreslee, see. 3ga Locetienq

|
Epenin9es Mundles, see. Size Lacetten -

|

|
Throeded, Inn. Sier Loostion '

38. Soportes Shirt L upe Logs Other A tteshed
(tes se me) (maseer) (isumes t) (Deser1 tie ) (areto & Meu)

I If Pestseld Meet.f reeted.
Liet other intsrnal er ertermi presevre with center 16ent tamperotere seisst asollealte.
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PGM N-2 PET C2RTIFIDGE H22RS' DM REPGtT PCR MK12ML PNtr Me APfUtDENGB*
. .

*

As required by the Provision of the ASIM CW Rules, Section III, Div, I

1. mnufactured & Cartif.imd by: CE Ct=ws, 2117 Castis Items AS. , M_i=4mtzm. N.C. 28402

(Name arsi A&kees of PET Cmdfk-Us lhWr) .

t e lla - 3 Mar ==il1aa. II. 61341 -

2) Manufa:tured for:Omas and Mirnas of N certi.ficata Italder for cxmpleted nei u .-:--4

A8930 Mat'l Bi. N. M/A2. IdenH1'46ficate Ihwrs's 8/N of Part:
(a) Cu-uw:ted A:x:ording to Dnwing M3: 919D25tK)003 Dev 17 beg. h%.a b/ D. L. Peterstm

2) Description of Part Ir%L 3: CYLDCER 'MIC & FLWE

(C) e1 * ** A!rt Code: Section III Riition 371,A&Serda Data W'75, Case Ms.1361-2 ClassJ

. REPNtKS: G-5 --la1Y cf Cusul Pod Drive fT use Kth reectcr.(Brief <wr-riptien of service for Wt.ch w-E was desig d) .~
.

7trawistically try W3 st 1825 osi, udn.
* Sheet 2 of 2

.
*

e g
-

1. Cap 167A2M3P1 8
8SA182-r304

3/4 thick X 11/16 CD De e m.se
f N 8"-

sua g g,
M2. Irxiicator T@s 104.51336P3 ,

3/4 m:h 40-1-es pipe , - - - - - f
y i_____Su12-wn6 t,

$ I
$y $ ,10.113 wall thickness g

1.065 msx. dia. ,

ghk \. '
j3. Plug 159A1176P1 j

SA182-F304 J f #

1/4 thick x 0.812 CD yI $% !
/

f j .V T 8 .

4. Plange 919D610P1 (719E474) /g g $

SA182-F304 ,,,,,,, ,, f/ N N < d
$

3.37 thick x 9 5/8 CD emne

5. Ibad 129B3539P3, PS @ .

| \SA182-F304 'g7/8 thick x 2.875 Dia. ( ,

'

6. Ring Plange 114B5122P2 h -kSA182-F304
- -

1" thick x 5.0 CD x 1.75 ID
. c se / /

4 * *"*8
7. Cap Screw 117C4516P2 ****** **'*" **** k,

M 3-B6 ..

'h 6 ea.1/2 dia. cn 41/8 telt circle '@ '
,

8. Plug 175A7961P1
I sA182-P304 L91-003434

0.38 thick x 1.307 dia.

9. Nut 114B5460P1
SA193-BSA

1 1.30 thick x 2.62 dia.
! .,

_ _ - . _ _ _ _ _ _ _ - _ _ _ _



FORM W15-2 OWNER'S REPORT OR REPLACEMENT
As ReqAred by the Provisions of ASME Code Section XI.

1 Owner Ccrmranwealth Edison Comany Date 1/22/93
(kame)

One First Wetional Plate. Chiceco.11. 60690 Sheet 1 of 2
( Acm2ress)

2. Plant t aSat te County Nuclear Station (Jnit 1
(name)

2601 W. 21st. Ed. Marseilles. 11. 61341
(hame)

3. Work Performed by Mechanical Maintenance See Item 6 "Other Identificationa Below
(same) Repair Organization, P.O. No., Job ko., etc.

Mechanical Maintenance
(Address)

4. Identification of System Contret Rod Drive (RD)
5. (a) Applicable Construction Cooe * 19 * Edition * Accenoa, Cooe cases *

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-1980 WBO Ad, Code cases b a
_

6. Identification of Components Repaired or Replaced, and Replacement Conponents

hane of kame of Mfrs. Ser. Nat*L CRN Other Year Repaired ASME Code
Corponent Mfr. No. Bd. ko. Ident i- Built Replaced, Stamped

ko, fication Replacement (Yes or so)Control Rod-
Drive Assently G.E. 6871 N/A N/A L-17213 ** Replaced N/A

CRD Cap Screws G.E. " N/A N/A L-17213 ** Replaced N/A

Control Rod
Drive Assencly G.E. A8942 N/A N/A L-17213 * Replacement N/A

CRD Cap Screws G.E. Ht.# KOG N/A N/A L-17213 1990 Replacement N/A

7. Description Class 1 f eet acement " = Per N-5 Code Data Report (h File At teset te Comtv stetion
8. Tests Concbeted: |Jaycrostatic L_| Pnematic |L hormal Operating Pressure j.,,!L,jother

Pressure 1052 osi Test Teap. Anb. Deg. F
9. Remarks CRD SN 68718 Its' Esternet Cao Screws were replaced with CRD SW AB942 8 new Cao Screws trder Work

( Applicable Manuf acturer's Data Report to be Attached)
Peosest t-17213. CRD $N A8942 was rebuilt and its' frternal Rino Flanoe Cap Screws rentseed tider Work
Peo;est L-12719. * = The Esternal CPD Cao Screws are Class 1. Section Ill.1977 Ed., $77 Ad. Reconcited cer
PCE 89-314. * = The internal Rinc 7 tance Ceo $ crews are Ct ess 1. Section Ill. 1974 Ed. W75 Ad.
Reconci t co per PTE L92-06-0239. * = CRD Asseact v is Class 1. Section III.1974 Ed.. V75 Ad. with Code
j;ase 1361-2 Reconcited per PTE s 88-013 and 88 396. Both the Part Classification Evaluation (PCE). arts
the Part technicat E valuations (PTES) are on file at LaSalle Comty Station.

CERTIFICATION OF COMPLI AkCE

We certify that the statements made in this report are correct and this Rectatement conforms to
Section XI of the ASME Code. (repair or replacement)

Signed h7 1993,

(own#or Owner's Designee) b (Titie) (Date)

CERTIFICATION OF INSPECTION
'

I, the urdersigned, holding a valid connission issued te the National Board of Boiler and Pressure Vessel
Insoectors and the State or Province of Ittinois enptoyed by3rtford Steam Boiler Inso 8 Ins. Co. ofs

Hartford. CT have inspected the teolacement described in this Report on 8 - / [ ,1993
(Rep. or Rept.)

and state that to the best of my knowledge and belief, this repair or replacement has been constructed in
accordance with Section N, of the ASME Code. By signing this certificate, neither the inspector nor his employer
makes any warranty, expressed or inplied, concerning the repair or replacement described in this Report.
Furthermore, neither th s inspector nor his enptoyer shall be Lisbte in any eenner for any personal injury or

property damage or a tr ss of any kird[arisif/ John R. Tetresult.o d h
rom or connected with this inspection.

defDate I / / [/ 93 Ccznissions IL 1416 N.!
'

(Inspector) (State or Province, kational Board)

-_ ..-_____- -_ __



FORM NIS-2 SUPPLEMENTAL SHEET

1. Owner: Commonwealth Edison Company Sheet 2 of 2
One First National Plaza Date 1/22/93
Chicago, Illinois 60690 Unit 1

2. Plant: LaSelle County Station
2601 N. 21st. Rd.
Marseilles, Illinois 61341 See "Other Identification" Below

P. O. No., WR No., ets.

3. Work Performed by: Mechanical Maint. Type Code Symbol Stamp N/A
,

Name Authorization No. N/A
Mechanical Maintenance Expiration Date N/A

Address

4. Identification of System (RD) Control Rod Drive

Sa. Applicable Construction Code 19 * Edition* * Addenda

Eb. Applicable Edition of Section XI utilized 1980 Edition Winter 1980 Addenda

6. Identification of Components Repaired or Replaced and Replacement Componente.

ASME
-Code

National Repaired, Stamped iName of Name of Manufacturer Board Other Year Replaced (YesComponent Manufacturer Serial No. No. Identification Built or Replacement or No)
CRD Ring
Flange

Cap Screws G.E. ** N/A L-12719 ** Replaced N/A

CRD Ring
Flange

Cap Screws G.E. Ht. Code 14F N/A L-12719 1989 Replacement N/A



FORM N15-2 (LNER*5 REPORT OR REPLACEMENT
As Required by the Provisions of ASM[ Code Section XI

1. Owner Conrmnweetth Edbon Conceny Date 1/22/93
(kame)

One First National Ptere. Chiceoo. ft. 60690 Sheet 1 of 2
(Aoaress)

2. Plant to5atte Comty Wueleer Station Unit 1
(hame)

2601 W. 21st. Rd. Norseilles it. 61341
(name)

3. Work Performed by Nechanical kaintenance Se+ lies 6 "Other Identification * Setow
(kame) Repair Organization, P.O. ho., Job to., etc.

Mechanicet Meintenance
( Ack3ress)

4. Identification of Systaa Control Rod Drive (RD)
5. (a) A plicable Construction Cooe * 19 * Eci ti on * Adderssa, Cooe Cases *

(b) Amlicable Edition of Section XI utilized f or Repairs or Replacements-19L WBO Ad, Cooe cases w/A
6. Identification of Components Repaired or Replaced, ard Replacement Copponents

kame of kame of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code
Conponent Mfr. ho. Bd. No. Identi- Built Replaced, $tanpad

ko. fication Replacement (Tes or to)
Control Rod
Drive Assencly G.E. 6293 N/A W/A L-14780 ** Replaced N/A

CRD Cap Screws C.E. ** W/A N/A L- 14780 ** Replaced N/A

Control Rod
Drive Assembly G.E. 8412 N/A N/A L-14780 * Replacement N/A

CRD Cap Screws G.E. Nt.# K0G N/A N/A L-14780 1990 Replacement N/A

7. Description Ct ess 1 Reptecement " = Per N-5 Cooe Data Report on File At teset te Comtv Stetton
8. Tests ConNeted: L|Mydrostatic U Pneunatic [.1,| horinal Operating Pressure Q|Other

Pressure 1052 osi test Teaup. Amb. Dep. F
9. Remarks CPD SN 6293 & Its' Erternet Cap screws were rectated with CPD $N 8412 & new Cap $ crews mder Vort

(Applicable manuf acturer's Data Report to be Attacned)
Revest t-14780. CRD $N B412 wes rebuilt and its' internet Rino Ftance Cao $ crews reolated mder Work
Request L-12414 * = The Esternal CRD Cep $rrews are Class 1. Section Ill.1977 Ed. 577 Ad. Reconcit ed per
PCE 89-314 * = The internet Rino F tance Cap screws are Class 1. Section Ill . 1974 Ed. w75 Ad.
Reconcit ed per PTE 192-06-0239. * = CRD assenety is Ct ess 1 Sect i on I I I . 1974 E d. . W75 Ad. wi th Code
Case 1361-2 Reconciled per PTEs 88-013 and 88-396. Both the Part Clessification Evetuation (PCE). and
the Part Technical f vetuations (PTEs) are on f ate et laset te Comtv Station.

CERTIFICAfl0N OF COMPLI ANCE

We certify that the statements made in this report are correct and this teotacement conforms to
Section XI of the ASME C (repair or replacement)

signed M b ,1993
(Ownfeor Owner's Designee) V (Title) (Date)

CERilFICA110N OF lhSPECT!DN

I, the undersigned, holding a valid consnission issued by the National Board of Boiler and Pressure vesset
Inspectors and the State or Province of Illinois , employed by Wartf ord Steam Boller InsD. 4 Ins. Co. of

Partford. CT have inspected the Replacement described in this Report on 3 ~ / ~7 ,1993
(Rep. or Rept.)

and state that to the best of ny knowledge and belief, this repair or replacem3A has been constructed in
accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his employer
makes any warranty, expressed or inplied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his enployer shall be liable in any manner for any personal injury or
property damage or a loss of ny und e is W or connected with this inspection.

/ P. et uit Consissions it 1416 N.!Date 3 / / 7 / 93
" (Inspector) (State or Province, National Soard)



.

i

FORM NIS-2 SUPPLEMENTAL SHEET

1. Owner: Commonwealth Edison Company Sheet 2 of 2
One First National Plaza Date 1/22/93
Chicago, Illinois 60690 Unit 1 i

2. Plants LaSalle County Station
2601 N. 21st. Rd.
Marseilles, Illinois 61341 See *0ther Identification" Below

P. O. No., WR No., ets.

3. Work Performed by: Mechanical Maint. Type Code Symbol Stamp N/A
Name Authorization No. N/A

nechanical Maintenance Expiration Date N/A
Address

4. Identification of System (RD) Control Rod Drive

Sa. Applicable Construction Code Edition * Addenda:19 **

Sb. Applicable Edition of Section XI utilized 1980 Edition Winter 1980 Addenda

6. Identification of Components Repaired or Replaced and Replacement Components.

ASME '

Code
National Repaired, Stamped

Name of Name of Manufacturer Board Other Year Replaced (Yes
Component Manufacturer Serial No. No. Identification Built or Replacement or No)
CRD Ring
Flange

N/A L-12414 **Cap Screws G.E. ** Replaced N/A

CRD Ring
Flange

Cap Screws G.E. Ht. Code 14F N/A L-12414 1989 Replacement N/A

>

!
,

p
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ATTQCHMENT B

FORM Wis-2 OWER'S REPORT OF REPAIR OR REPLACEMENT
As Required by the Provisions of ASME Code Section XI

1. Owner Conr'onwealth Edision Cwany Date 4/?7/91
(Name)

One First hetional Plate Chiesco it. 60600 Sheet 1 of 1

(Address) L-05558
2. Plant taSat te Comty Wuclear Station Unit 1 Repair Org., P.O. No., Job ko., etc.

(hame)
R.R. #1. Box ??O Marseilles. 11. 61341 Type Code Symbol Stanp N/a

( Address)
3. Work Performed by mechanical Maintenance Authoritation No. W/A

(name)
Mechanical Maietenance Expiration Date W/A

( Ao:3ress)
4. Identification of System (rs) Main Steam
5. (a) Applicable Construction Code Sect._Ill 1974 Edition 576 A74 Adderda, Code Cases: None

(b) Applicable Edition of Section at Utilized f or Repairs or Replacements- 1980. VB0 Addenda
6. Identification of Cortponents Repaired or Replaced, and Replacement Conponents

kame of Name of Mfrs. Ser. hat 81. CRh Cther fear Repaired, ASME Code
Corponent Mfr. No. Bd. No. Identi- Built Replaced, Stanped

Wo. fication Reptacement (Tes or h0)
3,ndersor.

Valve Disc Greenwood A-1765 N/A W/A 1821-F067B 1978 Replaced N/A
?.noersor.

Valve Dise Greenwood A927-1 N/A N/A 1B21-F067B 1990 Replacement W/A

Seat Weld N/A N/A N/A N/A 1E21 F067B 4/27/91 Replacecent N/A

7. Description Rentated vetve disc for valve 16?1-F067B
8. Tests Conducted:j_|Mydrostatic|_| Pneumatic |_|hominal Operating Pressure |(|Other System testace Test

Pressure 1060 osi Test Tenp. Antt Deg. F
9. Remarks ASME Class 1 Replacement Ref. RTE t-90-00 0604

( Applicable Manuf acturer's Data Reports to be Attached)
W-5 Code Data Report Form on File At tasalte Coctv station

CERTIFICATIDW OF COMPLIANCE

We certif y tha the att .ts /ade in this report are correct and this Reetatement conf orms to
'Section K1 ci the E

_

(repair or replacement)

$igned . b b , 19

/' gwperor'Dwner'sDesign'ee) (Title) (Date)

M CERTIFICATION OF INSPECTION

1, the mders gned, holding a valid consnision issued by the National Board of Boller and Pressure vessel
Inspectors and the State or Province of 11tinois, ecployed by Nartf ord Steam Boller Insp. 8 Ins. of Hartford. CT

have inspected the Replacement described in this Report on 7 IM - ,199 41
(Rep. or Rept.)

and state that to the best of my knowledge and belief, this repair or replacecent has been constructed in
accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enployer
makes any warranty, expressed or implied, concerning the repair or replacement dateribed in this Report.
Furthermore, neither the ir.spector nor his ecptcyer shall be liable in any manner for any personal injury or
property damage or a loss fayki sing f rom or connected with this inspection.

uC?'

DateC/ /e 7/9 JL Jo.n R 1etreautt Conrnissions IL 1416 W.I
V (Inspector) (State or Province, National Board)

-



N

DENT 1 CAL ,$*0*# 07 8888p,gg3M9FORM N 2 C MCATE HOLD 5tS' OATA REPORT F
levd. EAR PARTS AND APPURTENANCES'

As Required try the Provisions of the ASME Cods, Section O
Not to Exceed One Day's Production Pg.1 of 7 !

'
ANDERSON. EREENWOOD AND CO. S425 S. RICE AVF. HOUSTUN. TL 77aA1i, u.=t.eturea ano certrfied i,,

..etc.em

PAGE 2COMMONWEALTH EDISION CO. P.O. BOX 767 CHICAGO. IL 60690
.

2. Manut cnn.o for .m . e m

3. Locenonet wet.neten LASALLE NUCLEAR STATION 2601 N. 21ST RD. MARSEtt l FS. IL 61341-

N04-3992-001 SA217-CA15 90 N/A 1000 !
4. Type:

e~ a-= e c=e s.

IS74 N-74. S-76 1 N/A 1

!5. ASME Code. Secuan m. Dhr. mon 1: ccw- m

'N/A |N/A N/A o es6. Fatricated en accorcence with Const. Soec. IDk. 2 ordyp n ,,,,en

REPLACEMENT PARTS (Dhc Hardfaced)7. hmaru:

.

N/A
8. Nom. tr.ckrans Irt.1 N/A u,n. o pn stecn.n.se cw.i N/A pi so e,,a a. N/A t ngin overes (, a in,i

s. when aosw.catue. Cervreste m' Dass Reports are attached for enen norn of aus report:

Port or AppOrtenance Netonal Part or Appurtenance Nationsi'

s.nei u sne r board No. Senal msnbar board Ms.
I

h Esn.ncei Order h Nurnericei Order

A927-1 (2slc1)
jA927-3 (2n(2) '

A927-7 (2mg3:

14) (291

(5) (301

(61 (311

(7) (32)

(81 (3 31

(91 (348
-

(1 01 (35)

(til (3 61

(1 21 (3 71

(1 31 138) j

11 41 (391 |

f(1 51 1401

(1 61 (411 |

(1 71 14 21 l'
(18) 1431 |

(19) (441 |

{1201 (4 51

(211 (481 i

(2 11 147)

(231 (481

(24) (4 91

12 51 (501

N/A ,etemp.*r
10. Deeagn pressur. W/A poi. Torno. N/A * F. Hydro. test pressure

om a.nsas.m.e

* Lep==.ne esto menon ei t*w tonn et 6sts. sae ches. er are npa me, ne v.ee sweness at: eue e a u . I1. (21 a.:. .-- m m.me 2 sad 3 en sr.s Data A*e."
as ed a en escsi eheet. (31 esca sheet a nume. oe ered the numen.t of sheets se recor d et tres toe of tp.s ear.n.

thee to m E00040) may se stasm.e trem ew <>e t tg. Asnat. 22 t.ew Dews, aos 2300. F orfie.a. NJ 07007 2300.I12:ssi

__ . - _ _ - _ _ _ _ _ _ _



..
- ...

,
,

Ponu N.2 iseek - Ps. 2 of **
A927-1,3 AND 7

Coruncese Hoeder's Senes Nos. through

'

ComFiCAnoN oP ossos
.

E nes. ao.62-32917o.s.pn eo.or. canons e.ruf.ed by navin e un s M, . - _ _ .

r.t steie

William D. Stringfellow Tx ne,.ne. 35670 '

PA stateoes ,n ,e,,,t . ,,,,ed ,y
'"'"" ;

!

CUtTFDCATE OF COMPUANCE :

We certrfy that the statements made en thes report are correct and that ttdo (themel Ib
conforms to the rues of construcuan of tne ASME Cooe, secuan all. Divisaan 1. -

L

M2204 % rYT 2/4/91 |wpT C.rufic.= of Ausnonta= wo.

/ NameEEESON UIEWOOO AMO PO d b
S' me ,Date g

, _- -_ . _ . ,

CUmF)CAYE OF INSPECDON *

t. the undersagned holdbg a veEd comrrussson tsaued try the Neuonal Board of Boter and Pressure Vessel inspectors and the State or Province of
TEXAS c II c 7_and emp oy.d by ,

61 - / 4 - 4 0 . and et.. that to the.e BOSTQN. MA h,,e in.,ect.d tnese nom, oesene,ed h tw o,te no,,,, o, ,

best of my knowtedge and benef, the Cartsfecate Hokter has fabncated these parts or appwtonances in ecoorsence wrth the ASME Coes. secton
^

j

0. DWieaan 1. Each part Ested has been authortred for stampung on the date shown above.

By sagrung this certificots, notther the enopector nor his makes any werranty ,,. - or imphed, concomm0 the sempment descreed
h this Dets Report. Nh.w.. noether the ' nor his or sha8 be Eatdo h arey manner for any personal triiury or property damage or ,

,

loss of arry khd frtum or ed

o,,o . /d 40 sw Ac mi MJLM2-7
fi = = , ww. 1-..-1

:
I

e

|

!

!

!
oo

'

is
in
M

O i
I

O j
m
J'

|
i,

i

l

:
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FORM WIS 2 OWWERis REPORT OF REPAIR OR REPLACEMENT
^

As Re@Jired by the Provisions of A$aE Ccde Section XI !
!

1. Owner Commonwealth Edison Ccripany Date 1/8/93
(kame) [

One First National Plata. Chiceco.11. 60690 sheet 1 of 1 '

(Aadress) i

2. Plant ta$stle Comtv kuclear Station Unitj t-99604 !

(hame) Repair Organization, P.O. No., Job No., etc. !
s 2601 W. 21st. Rd. Marseil t es. f t . 61341

|* (Accress)
- 3. Work Performed by Meev nical Maiatenance Type Code Symbol Stag W/A fe

f (kame) Authorization ho. W/A |
t mechanical maletenance Empiration Date W/4 {

(Aooress) t
4. Identification of System (MS/621) kein Steam ;

5. (a) Applicable construction Cooe Sect. III 1974 Edition W75 Accenas, Cooe Cases mone t

(b) Applicable Edition of Section XI utilized for Repairs or Replacements-19L, WBO Ad, Cooe Cases mane f6. Identification of Cogonents Rapaired or Replaced, and Replacement Cogonents ;
L

1 kame of kame of Mfrs. Ser, hat'l CRN Other Year Repaired A5ME Code |Component Mfr. No. 8,d . Wo. Ident I- Buttt Reptseed, $taged t
! ko. fication Replacement (Yes or uo) |Anderson '

] Globe Valve Greenwood * h/A N/A 1821-F067A * Replaced W/A I

|
Anchor !

.

Gate Valve Darling E6985-2 1 k/A W/A 1821-F067A 1991** Replacement N/A .

' '

t

i

i
a

!

!

I i

| 7. Description Class 1 peolseement. Reotaced outboard #5tv Drain Isolation Vatve with Doubte-Dise cate style. '

8. Tests Concbeted: ),JL|wyerostaticj j Pnewnstic j_| hormat Operating Pressure |J0ther f
2

Pressure 11Y osi f est Temp. Anb. Deg. F F

j 9. Remarks * = Per W-5 Code Date Report on f t te at teset te County station. " = Code of Construction of the }
j ( Applicable karaaf acturer's Data Report to be Attached) {d pert acement valve is Section III.1974 Ed.. V75 Ad., with Code Case 1567 which has been reconelled to the !

Appliccole orininal Cooe of Construction Per PTES L-91-006-0663 & t-92-003-0033 on fite at tasat te stetion. 1

CERTIFICATION OF COMPLI ANCE :

'
[

ke certif y the the stat ts map ' n this report are correct and this Replacement conf orms to i
Section XI of ASME C .

J (repair or replacement) ;

4

-

l[ N e%_ b r.c f 4" M [, 1993 fSigned
(6faner or Owner's Designee) (Title) Q (Date) {

CERTIFICATION OF INSPECTION i
tI, the undersigned, holding a valid connission issued by the National Board of Boiler and Pressure Vesset e

d Inspectors and the State or Province of Illinois , egloyed by Nortf ord Steam Boiter Inso. E Ins. Co. of |
, ,

Martford. CT. have inspected the 8eplacement oescribed in this Report on Mlf ,1993 |
'

(aep. or Rept.)
and state that to the best of ary knowledge and belief, this repair or replacement has been constructed in .

r accordance with Section XI of the ALME Cooe. By signing this certificate, neither the inspector nor his estoyer *

I makes any warranty, expressed or igtled, concerning the repair or replacement described in this Report. s

Furthermore, neither the inspector nor his egloyer shall be liable in any manner for any personal injury or !
property damage or a loss of y kind r ng f rom or connected with this inspection.,

'/ wPDate V pr/93
. ohn R. tetreau t Commissions it 1416 W.1 +

/ (Inspector) (State or Province, hational Board)

,

4

d

i.

4

i
.

r

k

l

I
L

_ . _ . . . . . _ . . ._ __. _ _ - t
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FORM NPV.1 CERTIFICATE HOLDERS' CATA REPORT FOR MUCLEAR PUMPS OR VALVES *
As Required try the Provisione of the ASME Code. Secdon C, DMelon 1

H. M i
*

|

i, wa y,, % g Anchor / Darling Yalve Co. 701 First St., Williamsport, PA 17701,.
n. .n w = c,.nc ,i

2. w e to, Cornonwealth Edison Company. P.O. Box 767. Chicago, IL 60690 '

e w ., e . o ,

2, % g ma LaSalle Station, 2601 N. 21st Road, Marseilles. IL 61341 !

== w e
DD Gate W9123546 B

. .

N/A4. ww me., s, w.. or Trpe % ,, ,
t

1974 Winter 1975 1 1567 !s.mca.sem. m u
- i e-= .== is w ccni

Valve 1-1/2" 1-1/2"s. % iru % ,
an.: s,o :

7. unterwe gody . S A216-WCB Borriet SA216-WCB m AMS-5387A % Studs: SA193-87
*

,

Nuts: SA194-2H ;

W (bl id se i.:
;

Cat. Nerl Body Sorriet Du
Hoion's Bond s.w s,w s.nw |
s,w we. w. m. no. u..

EB 985-2- 1 N/A 3 4 Heat #3015 :
EB 98 5-2-? N/A 4 3 Heat #3015 .

EB 98 5-7- 3 N/A 5 2 Heat #3015
EB 98 5- 7-4 N/A 1 1 Heat #3015
ER 98 5- ?- 5 N/A 2 5 Heat #3015
FR 9R 5-7-6 N/A 3 3 Heat #3015
FR9R S- 7-7 N/A 6 1 Heat #3015 |
FROR5-7 8 N/A 4 2 Heat #3015

{

!

m , e, n 6

i 41 v " ' i.

,

)
_

|
!

'

- -. www.non wi swm # am. m. ice , e m , e. s tre e it . s s it, czi w-n a ei =n.1 w 4
an 1Pu. Det. hopert as anchoes on s.cn . heat. (33 each .Piest is numbered and th. nwntar of sheets as recorood .t the t.o of tPm. firm.

(tNI This term (E00037: mer be obt.ned ham the Droer Dept A$ME.,22 L.sw Onv.. Som 2300. FM NJ 07007 2300.

|

I
!

!
!

|

|
,



FORM NPV-1 DecW T -. , -. --. '

...

. t91 0 2606
;

s. Ammerk. i

,'!

i

s

3580 575 - 1878
'

s. D e monenes poi *F = www - ca.= :: ;ww n m.- w

to. cow runsare 4507 ,.ra too.r

11. Myes.t.de t t 6775 pk (N.k dNwoned m.t m 4507 ;
i

,,

.

|i
- ca mpicAT10ftOPottagN

. j
D.=, sp.ons.n.n c.on.d i,y Gera1d I. Zwarich IL- 62-41234 !P.E. so.
Daar R.owt owened i,y Drew W. Wrioht PA Aes.si E-038728-E j, , , , , , , ,

i

i

!

comFICATE OF SHOP CouPumCE I

;
we c rer ow e. .wi.mwn. m.6. m we , ort we car.ct end v.: e ,wne w vv. con #am, s. v. nm sw e oues.n

i
or v. Asus coes. s co.n m. Dev.i.n 1. .iw c=enn.e .t Auvi rtmoon p. N1712

_ 4/15/92
|

11 '13 4I .,,, Anchor /Darlino Valve Company %
~

4

o,,, N
> se c n n ri Um ' eJ.

,
'

-

* ;I
'
,

CENTRCATE OF SHOP 5tSPECTIOff
,

!I en. undersign.d. noken0 . v.ed comme ion i u.d try th. N. con.f S rd of Boa.r .nd Pro we V I in e.ct.rs .nd
.e= swi.mssroman ,, Pennsylvania f.nd.m,=,y.d pmrcial Union Ins. Co.
!g , Boston. Mass.

i.v. w ei.d vi, ,,n ,, ,, ,,,, ,e,. din vi o m ,n. ,w en |
*

7-y h D-23,is$/,,. v. 1. v. i t ., my = 7 ,,,i.e.,,v.c,,no s.d.n. jcon.irve=a v ,,n . - w e.no. weni v. Asus con.. s.co.n m. on, i,

t

er .i. -. .-ea . n.rei- = wi =, n- ** .mser- m.k y -.m v. r d ., wi d. - a !- c, d a ve o A . . n.,en- u ir r n . ni. .,n ,. i. n.m. m .n , -
.ny pers.nel bjury r property or of kwd n. sng from .r .onn.ceed with thi. in.p.co.n.

.

1

o /J-33-9[ A, Ab/ [ Pennsv1vania 2392
. Cha'? es 1M ' """"'"''''"***3

(1) For ener.a.#y op rm.d v.tv ordy.
. ||

,

{ V
1

5

'
.

;

f
j,

;

i
!

!

j.

i
t

f
_ _ _ _ _ _ _ _ _ _ _ . _ _ . _ _ _ _ _ _ _ _ _. __ _
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FORM wis 2 OWER 85 REPORT OF REPAIR OR REPL ACECENT
As ReqJired by the Provisions cf ASME Code Section X]

1. Cuner Commnwealth Edison Carpany Date 1/11/93
(kame)

(he First national Ptare. Chicano. f t. 60690 Sheet 1 of 1 i(Aa3ress)
|2. Plant t atatie Comty Wuclear Station Unit 1 t-99605
'

(name) Repair Organization, P.O. ho., Job ho., etc.
2601 w. 21st. Bd. marseit tes. f t . 61341

(Amaress)
3. Work Perf ormed by mechanicat maintenance Type Code S)ebol $tanp w/A

(name) Authorization Wo. w/a !pechanical Maintenance Expiration Date w/a l

(Adsress)
4. Identification of System (MS/821) Main $tearr
5. (a) Applicable Construction Coor Sect. Il t 1974 Edition W75 Aosenoa, Code Cases hone [(b) Applicable Edition of section 11 utilized f or Repairs or Reptacements-1980 VB0 Ad, Code cases hone
6. Identification of Conponents Repaired or Replaced, and Replacement Conponents

hame of hame of Mfrs. Ser. Nat'l CRW Other Year Repaired ASME Code
Conpanent Mfr. ko. Ed. Wo. Identi- BuiIt Reptaced, 5 tamped |

,

ho. fication Replacement (Yes or ko) LAnderson
Globe valve Greenwood * W/A N/A 1B21-F0675 * Replaced N/A

L

Anchor'

|
Gate Valve Darling ES985-1-2 N/A h/A 1821 F0678 1991** Replacement W/A

,

7. Descript ion Class 1 Rect atement. Replaced (k>tboerd wsf y Drain isolation Valve with Double Dise Cate $tyle,
8. Tests Condacted: jiNydrostatic jj Pneureatic |_| Wors.nl Operating Pressure jJ0ther

Pressure 1145 osi f est Tenp. Anc. Deg. F
9. Remarks * = Per W-5 Code esta Remet on file at te$at te Comty $tetion. ** * Code of Construction of the

( Applicable Manuf acturer's Cata Report to be Attached)
Reptocement Valve is Section 111.1974 Ed.. V75 Ad.. with Code Cese 1567 which has been reconcit ed to the
Apc4icable ort ninal Cooe of Construction Per PtE s L-91-006-0663 & t-92-003-0033 on file at tesette station.

CERTIFICATIDW OF CCMPLI ANCE

We certify that the s
jode.ementsmade[inttji

report are correct and this Rentarement conf orms to
Section XI of the ASM f (repair or replacement)

Signed b nii IIA k AA U 7 4 P N . 1993 ,

' (Opr or }wner's Designee)
'' '

(litte) Q TDate) ' !

CERTIFICAT10W OF IhSPECTION

I, the mdersigned, holding a valid comission issued by the National Coord of Boller and Pressure vessel
Inspectors and the State or Province of Itiinois , errptoyed by Martford Steam Boiler insp. 8 Ins. Co. of

Hartford. CT. have inspected the R epl acement described in this Report on *SS ,1993
(Rep. or Rept.)

and state that to the best of my knowledge and belief, this repair or replacement has been constructed in
accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enployer
makes any warranty, expressed or implied, concerning the repair or replacenent described in this Report.
Furthermore, neither the inspector nor his enployer shall be liable in any manner for any personal injury or
property damage or a 1 of any k)nd r ing fr or connected with this inspection.

Date /8//93
. f. 4A

0 . Tetrenutt Comissions IL 1/.16 W,1

/ (Inspector) (State or Province, hational Board)

.



.
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,
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FORM NPV-1 CERTIRCATE HOLDERS' DATA REPORT FOR NUCLEAR PUMPS OR VALVES *
As Required try the !b.h-.e of the ASME Code, Sectkm m DMalon 1

. Pg. of

Anchor / Darling Yalve Co., 701 First St., Williamsport, PA 17701i. wm u c,n,7%
v -w .e w car nc t. w

2. weso, Cor:rnonwealth Edison Co. , P.O. Box 767 Chicago, IL 60690
v.ae -w me or wesen , o 1

LaSalle Station, 2601 N. 21st Road, Marseilles IL 613412. w o, %

v.n. w m s

4. MocW No., Senes No., w Type DD Gate %W9123546 w. B cap N/A

s. A$ut case, secoon m. ommon 1: 1974 Wf nter 1975 1 1567
i=*o-o i es-we e==w ea.ee ecoe. c e. no.1

a. w or e Valve 1-1/2"w-e %. 1-1/2"
w w

SA216-WCB SA216-WCB AMS-5387A Studs: SA193-B77. Matanat- Sody % m %
Nuts: SA194-2H

(al (b) (cl (cD lel
Cart. Nat'l Body Sonnet Du

Hoder's Board Senal Serial Senal
SenalNo. No. No. No. No.

EB985- 1- 1 N/A 2 3 HT.13015_

EB985- 1- 2 N/A 1 4 HT.f3015

o,_npAn6, ,

4 4s 4.
_--

.

* W---.4 krformanon h krm of Esta, skesmes, or erww g mey be used provided til ears e 8 % a 11. (21..: .. w si noms 1 through 4
on tres Dets Report is prAsped on .ech sheet. (3) sech sheet e numtaered -id the number of sheets a recorded et the top of thes form.

(11/8G Ths. 8erm (E003371 mey be ottaned from the Orcer Dept., ASME. 22 Law Dave. Boa 2300. Fernew. kJ 07007 2300.

. - _ _ _ _ - - _ - _ _ - _ _ _ _ _ _ - _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ . _ _ _ _ _ _ _ _



FORM NPW1 (beeld

SLY 1-02606
s. nwnwu

.

s.ow e 3580 575 1878g ., ,, % - ca., tuer== ,w :=mo-.arw
to. cow wwshe pram 4507 g ,,ioo.,

11. :;r .w2 t : 6775 g, ww , ,, 4507c
g

comRCADON OF DESX3N

% wm,mi,y Geral d I . Zwa rich P.t. stet. Il R.s.no. 62-41234% g.,,,, c,en., p, Drew W. Wricht P.E. stm PA n.g. n , PE-038728-ly,

CERTIFCATT OF $ HOP COMPL1ANCE

w. ewtrfy inst e= stmmwns m.o. w en report u. emoet nd ewt the pww or varv conearms to ew nu nor constre.non
of ew ASME Coas. S.cnon Et, De 1.
N cwene t. of ww no N1712 - 4/15/92

bf( l % Anchor /Darlino Valve Concany sy- 4o.t.
di

et Cetracens Monsert h_ . ; _ .u . ;;

CDtTRCATY OF SHOP INSPECTION

I. th. und.rsgn.d. hokEng . v Ed commassion is u.d by th. N.tional Board of So&.r and Pr.s.ur. V.sa.1 anspectors and
em stm mansee ,, Pennsylvania .ne .mgey.e i,yCornercial Union Ins. Co.
g- _ Boston. Mass.

twv. in.p.et.d in. ,,no or vm, d eritied w em om A. port on-
7--/'//A /M3 is 7,[_. and tm ewt to c. b t of er krewwde. and ti.e.f. em cetrncm nownw has
con truet.d em p,no w vw., m .cconane. we e. Asus coa.. s coon ni. cav=.on 1.

er ance e* entmem r.en en e nor w wnceyw ma n,y w n.nty. apr d or irnor d. ww.4 e.component o erid.d w e om
v w .. nwewr e. r.o.etor nor his wnsern shes to set * h enr menn= *orany p.r.onal hpsy or trop.rty . loss ,any enssng froen or conn.ct.d wrth tru,insp.cDort'

om/c1434/ m 4' /# Pennsylvania 2392
C' ham W W W / m '*"****"*"*'*****'''*"*'*l

~ !m rw e op.,.t.d v~. m.v.

. _ . -- __ -- -



FORQ NIS 2 OWER'S REPORT OF REPAIR (O REPLQCEMEUT
Os Re<pired try the Provisiers of ASDE Code Section XI

1. Owner Comonwealth Edison Cernra"Y Date 1/8/93
(weme)

One First tetional Plate. Chirace. !!. 60690 Sheet 1 of 1
* (Aoaress)
*

2. Plant lessite county Wucteer station unitj t-99606
(k ane) Repair Organization, P.O. No., Job ho., etc.

2601 W. 21st. ed marseities. It. 61341
(Acoress)

d 3. Work Performed by mechanical Maintenance Type Code synbol Stanp W/A
(kame) Authorization No. w/Aa

peehanical maintenence Expiration Date w/A
(Aasress)

4. Identification of System (MS/B21) Main Stese
5. (a) Applicable Construction Coor sect. til 197* Edition V75 Aosence, Cooe Cases none,

; (b) Applicable Edition of Section XI utilized for Repairs or Replacements 1980 W'0 Ad, Cooe Cases hone
6. Identification of Comonents Repaired or Replaced, and Replacement Components

kame of hame of Mfrs. Ser. hat *L CRW Other Year Repaired ASME Code !
Conponent ufr. ho. Bd. ko. Identi- Built R epl ac ed, Stanped

bo. fication Replacement (Yes or uo)
Anderson

Globe valve Greenwood * h/A N/A 1821 F067C * Replaced N/A

|
Anchor

Cate valve ! D arl ing EB985 2-3 N/A N/A 1821-FD67C 1991 " Replacement k/A

7. Description Ct ess 1 Reptacement. Dept eced Outbesed wi V Drain Isoletion valve with Dotbt e-Dise Cate style.
8. Tests ConActed: |_X_]Nyorostatic |j Pneumatic jJ hormal Operating Pressure U0ther<

i Pressure 1134 ost Test Tenp. Anb. Deg. F
9. Remarks * = Per t-5 Code Data Peport on file et tasat te Comtv Station. " = Code of Construction of the

( Applicaole manuf acturer's Data Report to be Attached)
Repl acemeat ve t ve is section III.1974 Ed. . V75 Ad. . with Code Case 1567 which has been reconci t ed to the
appt r eeole origins t Cooe of Const ruction Per HE s t -91-006-0663 & t-92-003-0033 on file et Lesat te stetton.

CERf!F1 CATION OF COMPLI ANCE

We certify that t ,ttatements made in his report are correct and this Repistement conf orms toi'
Section XI of the $1E Cooe. 5 (repair or replacenent)

Signed . Ati h M A b ik M uttd.4"' E T O , 1973
~' ' ([,1wner jr owFer's Designee) (Titte)V (Date)

CERTIFICATION OF IksPECTION

1, the urdersigned, holding a valid comission issued by the bational Board of Boiler and Pressure Vessel
Inspectors and the State or Province of It tinois , enployed by Hartf eed Steam Boiler Insp. & Ins. Co. of

Hartford, CT. have inspected the Reptocement oescribed in this Report on M1I ,1993
(Sep. or Rept.)

and state that to the best of my knowledge and belief, this repair or replacement has been constructed in
accordance with Section XI of the A$ME Code. By signing this certificate, neither the inspector nor his enployer
makes any warranty, expressed or inplied, concerning the repair or replacement described in this Report.
Furthermore, neither the irspector nor his enployer shall be liable in any manner for any personal injury or
property damage or a 10 of y a;isjng from

%Z.,4 w e D,or connected with this inspection.
Oate M/f//93 John R. etresult Comissions Il 1416 W.I

4

(Inspector) (State or Province, National Board)

i

e

i



,

FORM NPV-1 CERTIFCATE HOLDERS' CATA REPORT FOR NUCLEAR PUMPS CJ VALVES *
As Required by the Provisions of the ASME Code, Section m DMalon 1

*

Pg. of
_

i, m u ma g Anchor / Darling Valve Co., 701 First St., Williamsport, PA 17701
en.me -w o.e w = c.,,ec. .es,.ori

2. w.cus.d to, Co:xaonwealth Edison Company, P.O. Box 767, Chicago, IL 60690
en.ma -w es .e rww .r o.nari

3, % ,, m LaSalle Station, 2601 N. 21st Road, Marseilles, IL 61341
ineme e

DD Gate W9123546 B N/A4. uood m.. SW No., w Typ. % ,

1974 Winter 1975 1 1567s. Asus coo., s. coon m ous.on 1:
m saaa-= *=w een.se sc e come n

Valve 1-1/2" 1-1/2"s. Arne er % w% %,
ou aru

7. Mat.n.t: Body SA216-WCB % SA216-WCB m AMS-5387A somng Studs: SA193-87
Nuts: SA194-2H

ta) (b) Ic) gd) 81
Cart. Net 1 Body Bonnst .M

Houer's Boere sanal w w
SW No. No. No. No. No.

~
EB 985- 2- 1 N/A 3 4 Heat #3015
ER 985-2- 2 N/A 4 3 Heat #3015
FR 98 5-7- 3 N/A 5 2 Heat #3015 -

FR985-7 4 N/A 1 1 Heat #3015
ER 98 5- 2- 5 N/A 2 5 Heat #3015
FR oR S- 7- 6 N/A 3 3 Heat #3015

a

FR08 5- 7- 7 N/A 6 1 Heat #3015
ER QR S- 7-8 N/A 4 2 Heat #3015

_

i91W "',

s= b-
-a

,

,

.__

N

' Secewnentel ntormenon ht term of tsts, sketchen, or arramps may be used srovided (11 sses a 8 4 x 11. (23 Wormecon ei treme 1 prough 4
on thes Data F.esort a mchaced on each West. (3) each sheet e ensmbered end the W of sheets se recareed at the toe o' thee form.

Il N % E030371 may be octaries from the Oroer Dept.. AS84 22 Law Dreve, See 2300. Fesrneid. NJ 07007 2300.



, ._. . - . .' '~~

FORM NPV-1 (beck)
,

. -|

. L91 0 26 06 !
i

S. nemerte .'
3

,i

i

s. % e 3580 575
~ '

1878, . , , , g,iors== w va-n.-esww
10. cold workhs preesw, 4507 i

-

,sia too.,
|
i

11. Wrersetene test 6775 ,si, m er,,,,,ne, to. 4507,

g
,

!

- commcAnom oP pemen
. I

one,i soseencedon onen.d w Gerald I. Zwarich 1 nos.n.62-41234 |P.E stene
Destri nsport eertrned try Drew W. Wricht PA no,, ,e)E-038725-EP.L st.ie '

:
1

NTE OF SHOP COMPUANCE '

i

!
We certify that the statemems moos h tNe report are corr.ct and that tNo owne or veno corderme as the ndes for conem coon '

et the ASME Code, secean m. oNeson i.
N cwenone of Aue rtasi,on p N1712

_
- 4/15/92

..

h il 4f ye,,,e

Anchor /Darlino Valve Company % (f'N '@esees..

5os.,
sec= ===*e.-i

- .

s

1 1

*
,

'

i

comncATE OF SHOP MSPECDoM i

3. one underugn.d. heksng a veed commenoson leeued IPy the Neconal Board of Souer and Preenwe Vesset inopoeters and !

Pennsv1vaniae= se wmamNunn ,, eneem,u,,,, g orrmercial Union fas. Co.,

g Boston. Mass. ;
we.e we,.ci.deie ,,,,,, ,vs.o, w w v. oom no,,en :7 Nh L293, is y, and e.t to e. i,.st o, ., <m

-

r ,,d w .r. v. c ,ance= sud ,hm_

omneouced == ,,ne. , v , w mooneene. 4 n e. Asur cons. s.e.en m. oe ion i.
.

: e =en.ie == c-encem. nainn v. w p.etw nw h. .mphry- makes n.r --r==r, espress d = imon.d. oone.mm v.r
eowneon== descre.d a == o = no =t. . n=e-r the wensein nor his .mmer, w=s a. nome m say mennn -

im,r personal bywy or property . or of

idnd eriesng [from or connected with tnis i
:--

om./dG3-9/ 4 Pennsvivania 2392 !*Cha'ies iM ' " ***""""""'''""''*""'*8
!

(/ U '
m r. % o,.r d ve, e o,Wr.

-

-

.

&

!

,

h

a

+

!

- - .- -- - . , ,



9
|

|

|
FCOO WIS-2 OWhER'S RFPORT OF REPAIR OR REPLACEME07 '

As Regsired ty the Provisions of ASME Code Section XI

1. Owner Conrerwealth Edison Conocay Date 1/2/93
(kame)

(he F irst hetional Pieta. Chicepo. f t . 60600 Sheet 1 of 1

(Acorets)
2. Plant te$at te Comtv Wuclear Station unitj t-99607

(kame) R epai r Organ 12ation, P.O. ho., Job ho., etc.
2601 W. 21st. Rd karseilles. ft. 61341u

(Acoress) |
3. Work Performed by mechanicel Maintenance .;,4 Cooe Systaol Stamp W/A

(kame) Authoritation ho, k./ A
mechanical waintenance Expiration Date w/a

(Aasress)
4. Ioentification of System (MS/B21) Main Steam
5. (a) Amlicable Construction Cooe Sect. til 1974 Edition V75 Aasenda, Code Cases hone

(b) Applicable Edition of Section 11 utilized f or Repairs or Replacements-19L, WSO Ad, Cooe casen hone
6. IcentifIcation of Conponents Repsired or aeptaced, and Reptacement Components ;

kame of kame of Mfrs. Ser. Watal CRW Other Year Repaired ASME Code
Component Mfr. ko. Bd. No. Identi- Built Replaced. Stamped

to. fication Replacement (Yes or ko)
Anderson

IGlobe Valve Creenwood ' W/A N/A 1821-F067D * Replaced N/A
i
l

Anchor

|Cate Valve Carling EB985- 1-1 W/A h/A 1821 - F067D 1991 " Replacement W/A

1

7. Descr iption Class 1 septecement. Replaced (utteerd wSIV Drain isolation valve with Double-Dise Cate Style.
8. Tests Conascted: j g nycrostatic j j Pnematic j ,j hormat Operating Pressure |_jother

Pressure 11Y Dsi test f enp. Anb. Deg. F
9. Remarks * = Per W-5 Code Dat a Report on file at t aset t e Comtv St at ion. " = Code of Construction of the

Owlicable manuf acturer's Data Report to be Attached)
Replacement Valve is Section 111.1974 Ed.. bT75 Ad.. with Code Case 1567 which has been reconciled to the
Applicatie oricinal Cooe of Construction Per PTEs t-91-006-0663 & t-92-003-0033 on file at taSatte Station.

CERTIFICATION OF COMPLI AkCE

We certify that the sptements maoe in this report are correct ard this teetacement conforins to
Section XI of the A 'E'[ ode. (repair or replacement)

Signed C- 4 121 b ' ES.B . A WIT D M I, 1993
~' (Ogr or'f>wner's Designee) (title) Q (Date)

CERTIFICATION OF INSPECTION

1, the in:lersigned, holding a valid connission issued by the Natior el Board of Boiler ard Pressure vessel
Inspectors and the State or Province of Ittinois , ecployed by Hartf ord Steam Boiler insp. & Ins. Co. of

kartford. CT. have inspected the Reetacement described in this Report on [M ,1993
(Rep. or Sept.)

and state that to the best of my knowledge ard belief, this repair or replacement has been constructed in
accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his esployer
makes any werranty, expressed or inplied, concerning the repair of replacement described in this Report.
Further1nore, neither the inspector nor his enptcyer shall be liable in any manner for any personal injury or
property damage or a t of ny iying fr or connected with this inspection.

Date M ////93 . M . tetreault Connisticos It 1416 N.I
(Inspec t or) (State or Province, kational Board)
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FORM NPV.1 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PUMPS OR VALVES *
,

As Required by the Provisions of the ASME Code, Section C, DMalon 1
- H. M

!Anchor / Darling Valve Co. 701 First St., Williamsport, PA 17701i,w o u m g
inerne -w o.ees. w w c,vnesi wo.e-i

2. w.::r.s.d tar Cocnonwealth Edison Co., P.O. Box 767, Chicago, IL 60690
in re -w o.eese or w or o r1

LaSalle Station, 2601 N. 21st Road, Marseilles, IL 613413, % ,, %

v.m. -w sees.a

4. uood Na sm No or Type DD Gate %W9123546 w. B w N/A

s. Asut coo. section m. ow 1: 1974 Winter 1975 1 1567
esenere seso-we esas icnesol - ecoe. come mi

s.purnoc, . Yalve w% 1-1/2" wm 1-1/2"
w w

SA216-WCB SA216-WCB AMS-5387A Studs: SA193-B77. ustanet Boor % m %
Nuts: SA194-2H

W M (d la to
Cert. Nat'l Body Bonnet Disk

Hokser's Board senel Serisi senad
Senoi No. No. No. No. No.

EB985-1-1 N/A 2 3 HT.f3015
EB985-1-2 N/A 1 4 HT.#3015

. o,s.A?A06
4 5. _-

-

W

* k : W Wetormecon be forrn of bets, eLon: ries. er eewmps may tue used proneed (1) este e 8 % u 11. (2) 1.. . si steme 1 prough 4.

en thes Data heport is ecsumed on each snest. (31 each sheet a rusaeared and the number of sheets e recorood at the too of tres form.

i1M61 Dos hym (103037) may tie ottened from the Oroer Dept ASML 2.2 tsw Drive. Som 2300. Fernsed. NJ 07007 2300.

_ _ _ _ _ - - - . - - __



-

Fonu wrv.1amou -

.

'- L Y I -0 2 6 06
s. nom.m. ~'

.

~

s. o iyi nee.n. 3580 575,, . , , ,,,, - m 1878 mw mew ma w

to. cow worthe- 4507 ,, , ion.,

11. *:, o me, 6775 g m ,,,,,,,,, , ,, 4507
,,

.

campicanow orosman

o.wy, sp.enn ewi owtined w Ge ra ld I . Zwa rich P.E. s== Il nes.n 62-41234% ne ,wtewones w Drew W. Wricht P.L st.m - PA n n. PE-038728-1:

I
!

-!
commeAn or SHOP CoMPWANCE

.

w. c=wy v. e. imen.nw mee. m em r.,wt w owr.et we ow v. pum. ., www. corw.m. s. v. rui #w n.wuenon
.tv.Asuecoe.,s.cem m.o m i.

.In c.,,n .,m m. M1712 4/15/92
t , !

(11Y4I s-; Anchor /Darline Valve Comoany myi s
!
to

6 se cw.n w W-
_ _ _ . _ v

. "

;

:
.

camncATE oF Shop se8PEcDoM t

_

t. v. unews,.4. h.iam . v.ad ownmi n i u.d i,y v. we.nw s.=v t o.aer .nd Pr w. v w inw.etwo ww
s

,,. sime memuse o, Pennsv1vania
,,e .,,,,i.y.a ,Comercial Union Ins . Co. i

. Boston. Mass. ;

p /WA /M3 is _7,/ .no saw owe 3. v. in.: et my t7--
. hev, in e e ,um,, , v.w, ,e.g w ,,i. o n ,, ,r !

:._ .ns men.t. v. C=vnoom H i w h fconswueme == pump, e v.w. in ween wwi v. Asua coes, s.co n m oeves.n t. '

i
Dr sipung this corone.a . nenhor th. in.p.etor n.r hi .mpi.yer n k .ny wort rwy, expre d er ir.wa.d. cono m it W-w

. , c,,,w,. , . y - , ;.ny p.r nm W ay w are ,wey - r so
, = ming from e eweisend wah v. m.o co n.

;o.ml2"d34/ M&' Pennsvivania 2392 {' Ch.'ei udn6 i / cs... "*"'*N**"""""*"""*"*"*''*'
i

til For menu p operated v v rdy. - ff~

y
'

I
i
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FOR1 kis-2 OWER'S REPORT OF REPA!R C2 REPLACEMENT
As Regaired by the Provisions of ASME Code section XI

E

1. Omer Cmonweetth Edison Corc>any Date 1/4/93
(kame)

One First wetionel Ptere. Chiceoo. ft. 60600 sheet i of 1

(Aosress)
2. Plant ta$elle Comty kucteer Station Unitj t-08464

(same) Repair Organization, P.O. ho., Job ho., etc.
2601 W. 21st. Rd. Marseities. 11. 61341

(Accress)
3. bork Performed by UEEC Catalytic Type Cooe $yntaol $ tam W/a

(hane) Authorization to. a/a
P.O. Ben 50 morseiltes 11. Eniration Date w/A

(Aodress)
4. Identification of System (DC1C) Reector Core Isetetion Coolino
5. (a) Applicable Construction Cooe Sect. 111 19 71 Edition W72 Aasenca, Cooe Cases 1516-1 1519. 1567

(b) Amlicable Edition of Section El Utilized f or Repairs or Reptocements-19L, WBO Ad, Code Cases tone
6. Identification rsf Components Repaired or Replaced, ard Replacement Caussonents

home of kame of Mfrs. Ser. Nat'l CRW k Other tear Repaired ASME Code
Camonent Mfr. ko. Bd. Wo. loenti- Evitt R epl ac ed, Stamped

ho. fication Replacement (tes or to)
Flexible-Wedge - Anchor
Otbrd. Isol. Viv. Darling N/A W/A 1E51 FD08 Replaced N/A* *

Double-Disc Gate - Anchor
Otbrd. Isol. Viv. Darling ET145-1-1 N/A N/A 1E51-FD08 1992 Replacement N/A

7. Description Ct ess 1 Reet acemeet. Rectaced Fler Weoge Gate Velve with new Double Dise desion Velve.

8. Tests Conducted: jijkycrostatic Lj Pnetsnatic j _j korinal Operating Pressure |1|Other Visual
Pressure 1280 osi Test Tem. Ant). Deg. F

9. Remerks * = Per k-5 Ccde Date Remet on file at t s$stle Comty station.
( Applicable Manuf acturer's Data Report to be Attached)

CERTIFICATION OF C04PL1ANCE

We certify that the statements sede in this report are correct and this teolocement conforms to
section XI of the ASME Code. (repair or replacement)

M 1993 t$igned
'

(Titte) (Date)(Owner or Owner'sJesignee)

CERTIFICATION OF INSPECTION

I, the undersigned, holding a valid ccannission issued by the kational Board of Boiler and Pressure Vesse!
Inspectors ard the State or Provirce of It tinois , eg loyed by Hartford Steam Boiler Insp. & Ins. Co. of

Hertford Ct. have inspected the Replacement described in this Report on 3-! ,1993
'

(Rep. or Rept.)
ard state that to the test of my knowledge and belief, this repair or replacement has bee's constructed ini

accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his employer
irekes any warranty, enressed or imlied, corcerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his emloyer shall be liable in any manner for any personal injury or
property damage or a i of 6n arising from or connected with this inspectlon.

;

h a.E WDate 3 // /93 John R. Tetresult Corrnissions it 1416 N.]
# (Inspec t or) (State or Province, hational Board)

|

_ _ _ _ _ _ _



'
' REVISED C0py 10{f@ L9 2 -019 6 3 ), ,

FORM ITIFICATE HOLDER $* DATA REPORT FOR NUCLEAD PUMPS OR VALVES * i

try em Prtrviskms of the ASME Code. Sectkm C1 DMdsn 1 |

h. M i

Anchor / Darling Valve Co. , 701 First St. , Williamsport, PA 17701 i3,w m u m ,
.d=c n - 1

'

Comenwealth Edison Company, P.O. Box 767, Chicago, IL 60690
2. w e ,,

.i.e. .w w w - o -.-i
'LaSalle Station, 2601 N. 21st Road, Marseilles, IL 613412. L c. tion .e m

tri .w e g
*A- N/A4. uoos w. son.e m.. * Tree DD Gate ___ % W9223688 %,

1Eb-11971 Winter 1972
* 1974 Stinne r-197 5- 1 *1516-2 & 1567s. uur c % m, m 3

6 me r e c.= c eu

Valve 4" 4'
s. w , ,,,, we %.

eso sa.1

SA105 % N/ASA105 m7. urternet SA216-WCB %

w shi ad te W

.
Cat. u.c i sae, aann.t Die

Hokwe Boarit sertal SwW Serlei

s.nw % m. -

% No. k

ET145-1-1 N/A U6366 17 9 & 10
ET145- 1- 2 N/A U6365 16 11 & 12

C -

_

-

.

* Sesenvuontal ardonneman m tassa .f B.us. sheettime, e e, weiss may be used smeetted til some ts 8 % r it. (21 >denunseen m in e t prough 4
.a ens D.in Amy.rt is hahend n eash sheet. (3) e.Wi sheet is summer.d was sw mune.r of shases to see.rded at Was too of this true.

(12/ DER Tus term IE00037) sney to estared tren p. C>gner Ossa. AshaE. 22 L.w th*va, tem 2300. FairnsNL NJ 07007 2X10.

O

---- - - - - -



._ ~-

.
.

- ' -
t L92-0196 3 rom m 1n.*

'

:

s. nemwu Gasket Retainer Material: SA105 !.

|

-1714
.|

|
. s. pe , seneen. * 2193 575 900 - n, )pe, . , ,, ,,,,, , ,,,,,

*"*""'"f'60 ;"""*""*'"

.Ef1c. cow wwwns pose,e poiet1co*r i
;

i1. e+yee wee met 3375 w. m en ,,w ,,,, . 2475 ,

!comncAnow or otsaan

Desion seeemessen o ww w Gerald I. Zwarich II. 62-41234-e.E. smes %. . m g.Dessen nsoort owww w Drew W. Wright FA,m

-|
1

comncATE or aHop coupuanca

we cere met om sweemense mese m ses report we correct ene met vue pump w ven eenseme en se ruene tw eenstruesen jr
at me Asus cene, seeman m. Devienen 1.
m e, ass., n w N1712 4/15/95-

o, h 11 41 Anchor /Darlino Valve Compang \hrYA .

4

f A
i

a c-ee e =m-i h 'j _ - _ |%

.

;L

i

camRCATE OF Shoe NGPECDoE

t
L me unsersives. henske e veas mmisseen immuos w v. memensa news et asser ens poem Veemse meseeuwe ans ;

e. a m m mannuemm er Pennsv1vania ,,g.,,,,,,,eg n,, Commercial Union Int. Co. {Beston. Mass. s p.,,,,,e e, ,,,s,, ,,,,,,s. emewsms > vite Dew Report en |
_ % A M@? a M. and samen met se me best et my knoweesse and heamr, me coronomme Heneer hee

[
emnewuesed vem pump, er vesus, h sooerennes wish me ASME coes. secean m. Division 1. '

i

e saye mee serencess, numer v mesocear nor his anoseyw meus mer werway, morsemos = w eencomm mer v e
esmponent emocreed m see oeu namort. Furmerenere. neeer me mesecear nor his enseeyer ehes he ashes h any mover ser !
wer pereenaf tr$ny er property a naes any kind eHanns from er eenneceed = ten shes kupsenerL )
ones[rMN + Pennsv1vania 2392correvitania,.

Ch ^ ^ / ""*"*'"*"**"""'"''**''"'"*8 |

^ ^ ' '

f /
m ee ,.r.n ,e ,w i vs e oper.

1

.

!
)1

|

-
.
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I

e
I

!
FORN kis 2 OWhER'S REPC3T OF REPAls Ost REPLACEMEDT ,

As Recy. sired by the Provisions of AS8E Code Section XI i
!

! 1. Owner Convenweat th Edison Conpany Date 1/7/93
(name) (,

One First kotional Pters, Chicano. ft. 60600 Sheet 1 of 2
(Accress)

j 2. Plant tesette c e tY wueteer $tetton unit.,1 t-08480
;

(name) Repair Organization, P.O. ho., Job ho., etc.
2601 N. 21st. #d. Marseilles. II . 61341

j (Achsress)
3. Work Perf ormed by UEEC Catalytic Type Code Syebot $tanp N/A i

(hame) Authorization 40. W/A ;
| P.O. Box 59 Marseit t es i t . Expiration Date e/A L*

(Aasress)
" ,

4 Identification of syst.se (RI) Reetter Core Isolation Cootino
j 5. (a) Applicable Construction coor " 19 " Edition " Acksenda, Cooe cases "

,

(b) Applicable Edition of Section K! Utit tred f or Repairs or Replacements-1912,,,, WBO Ad, Code Car.eu Wo se ;
i

6. loentification of Components Repaired or Repisced, and Replacement Components i
.

i-

hame of Wame of Mfrs. Ser. Wat'l CRW Other fear Repaired ASME Code !
Conponent pfr. No. Bd. No. Ident1- Built Reptaced, 5tasped !

!' ko. fication Replacement (Tes or Wo) ;
Flexible-Wedge -- Anchor '

Inbrd. Isol. Vtv. Darling * N/A N/A 1E51-F063 * Replaced W/A

t

; Double-Disc Cate - Anchor !
'

Inbrd. Isot. Viv. Carling ET145-7-1 h/A N/A 1E51-F063 1992 " Replacessent W/A
'

. .

I 10" 45 Dec. Elbow Morrison * N/A N/A 18tS06A-10" * Replaced N/A

I10" 45 Deg. Elbow Custom Alto" Mt. * P1779 W/A N/A 1MSD6A-10" 1992 " Replacement N/A
.

!' PSA-10 Sn Wber Assy Morrison SN 596 N/A N/A MSO6 1006$ * Replaced N/A i

!
.

9 7. Description Ct ess 1 acotacement. Rept aced conoonents with new. and volve with a different style of volve. '

8. Tests Con:beted: jjHydrostatic |7| Pneurnatic |1| hormat Operating Pressure jl|Other Visuat j
Pressure 10 nsi test Teg. Anb. Deg. F*

! 9. Rema*ks * a Per W-5 Code Data Report on file at ta$elle County Station. Mechanical Snubber Assembly M$06-
( Applicable Manuf acturer*s Data Report to be Attached) i

10065 uocreded f rom PsA-10 to P54-35 per oriainal f abricetion and instat tation specifications J-2918 and ,

J-2530 respectively. " " Anoticable Cooe of Construction of replacement vetve is ASME Section lit. Ctess 1. !
.

*
1971 Ed. . W72 Ad. with Cooe Ceses 1516-1 and 1567 reconcit ed per Part Technicet Evaluation 19106- '

| 0663. Fittino is ASME section 111. Ctess 1 1974 Ed. No Ad. . with Cooe Case u-275 invoted on
instat t etion wetos. The snubber conoonent succort is Ahsl B31.7. 1969 Ed.. No Adoenchan. the part

J Technical Evetuation is on file et tasalte Comtv Station. See f onn kl5-2 Supplemental Sheet for
4 aositional items. ,

'

CERTIFICAT!DN OF COMPLIAkCE,

i
We certify that the statements sede in this report are correct and this Reptseement conforms to |Section XI of the ASME Code. (repair or replacement)

.

i signed N MM , 1993'

(owner or Duner's Designee) (Title) (Date) |
|

CERTIFICATION OF lhSPECTION :

I, the undersigned, holding a valid connission issued by the National Board of Boiler and Pressure Vessel
|Inspectors and the State or Province of Ittinois , enployed by Martford Steam Boiler Inso. E ins. Co. of {

s

:

1 Hertford, CT. have inspected the Rentecement described in this Report on MIL ,1993
(Rep. or Rept.)

; and state that to the best of avy knowledge and belief, this repair or replacement has been constructed in ;'

accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enptcyer
makes any marranty, expressed or implied, concerning the repair or replacement described in this Report.

'

Furthermore, neither the inspector nor his enployer shall be liable in any manner for any personal injury or
property damage or a loss of ny kind er sing from or connected with this inspection.

!

Date (/ //Z/93 'M. ouTY Cennissions IL 1416 N.I
'

j (Inspec tor) (State or Province, National Boar 5) !
I

<
'

!

|
,

!
t
i

I
.

^
,
f

r- - -



m

FORM NIS-2 SUPPLEMENTAL SHEET

1. Owner: Commonwealth Edison Company Sheet 2 of 2
One First National Plaza Date 1/7/93
Chicago, Illinois 60690 Unit 1

2. Plant LaSalle County Station
__.

2601 N. 21st. Rd.
Marseilles, Illinois 61341 L-08480

P. O. No., WR No., etc.

3. Work Performed by: UE&C Catalytic Type Code Symbol Stamp N/A
Name Authorization No. N/A

P.O. Box 59 Marseilles II. 61341 Expiration Date N/A
Address

4. Identification of System (RI) Reactor Core Isolation Coolino

Sa. Applicable construction Code * * See Sht.1 19 * * Edition * * See Sht . 1 Addenda

Sb. Applicable Edition of Section XI utilized 1980 Edition Winter 1980 Addenda

6. Identification of Components Repaired or Replaced and Replacement Components.

ASME
Code

National Repaired, Stamped
Name of Name of Manufacturer Board Other Year Replaced (Yes
Component Manufacturer Serial No. No. Identification Built or Replacement or No)

PSA-3S ,

Snubber Assy
Consisting
-- of

Rear Brkt. Grinnell Pt. # AH-1545 N/A M506-10065 1992** Replacement N/A

End Cap PSA Pt. 1801546-03 N/A HS06-1006S 1980** Replacement N/A

FWD. Tube PSA Pt. 1801600-04 N/A MS06-1006S 1980** Replacement N/A ,

Mech. Snubber PSA SN # 3387 N/A MS06-1006S 1987** Replacement N/A
!

1/2" Thk. I

Carbon Stl. '

Plate Ryerson Ht. # 3230002 N/A MS06-1006S 1992** Replacement N/A
i

4
.

10" Modified
Pipe i

Clamp Morrison * N/A MS06-2006S * Replaced N/A {

i

10* Std. '

Pipe |
Clamp Grinnell Pt # BH-1274 N/A MS06-1006S 1992** T.eplacement N/A

|

)
|



_, . _ _ _ _ . . -_ __ ._. _ ..

!
FORM NPV ; *.ERTIFICATE HDLDERS' DATA REPORT FOR NUCLEAR PUMPS OR VALVES * i

A6 Aequired by the Provisions cf the ASME Code. Section Ill. DMolon 1 !

Pg. of !
i

i.

; !
1 Anchor / Darling Valve Co., 701 First St., Williamsport, PA 17701 i3, w ,n, ,,%

!ine-o ,ta es. ., u coro% ori -

2. weetured e, Commonwealth Edison Co. , P.O. Box 767, Chicago, IL 60690 !
tn .na eeeofp, .own , |

2. w or m LaSalle Station, 2601 N. 21st Road, Marseilles IL 61341 !
wi-no.no e ,

'DD Gate W9223690 A N/A4. u m s.n No., w Typ. % %, ,

1971 Winter 1972 1 1516-1 & 15675, a e,,,, % :ii, % 3 ,

- i n> i e m.m i e. ic e c.es i i

Valve 10" 10" {s. Pumo or v. sir. _

u,,,,,,,, %. %,
eau wu j

bA2Ib"NCE SA105 SA105 N/A !7. M. tan.t Bc 5 W % %

11 cm ten sei 4.i
ent. N ti noey sonnet ou !

Hoacer's sowd sen.t swi.i senet !
S.n.1 N No. No. No. No..

j
ET 145-7- 1 N/A U6375 7 5&6 '

,

!

l

!

~

,

i
t

3

: ;

!
1

|

!
- !

; >

|
'

I
f;.

I

1

!
1

1

1
* kassemenad mlermanon m form of hete, sketches or crewrips may be used prowiced til mee e 8 % x 11. (2) antermanon m reams 1 through 4 I

.n was Data ihmeert u enctuoed on each shoot. (3) each sheet as numoores and the nummer of onsets is recensed at the too of trus form. !

I
*

i(12/90) Ttee form (E00037) mey be out.med from the oroer Dept., AsuL 22 Law Dave. som 2300. Fanfesa. NJ 07007-2300.

i

g
i
'

g z-0178 2g
..i. .

.

|
,



, q
FORM NPV-1 (back)

s. m Gasket Retainer Material: SA516-70
|

1

a. Deep condreans 2271 575 900
'

g .r or veN. prosaure ciaes m
in se n-noor=wei

io. C w w rtw - 2790
o ,,,,, goo.,

t1. n ,e m teet 4175 2790
'

g, oi,g e e,, % ,,,

:
,

cemncAnow or ossaw

Dee.gn sur~.s corefw ay Gerald I. Zwarich II- %.no. 62-41234Pi sm
oee on neport corened by Drew W. Wriant FA PE-038728-IPi stete neg. no.

CERTIFICATE Or SHOP COMPUANCE -

We certify that the statemente made in tNs report are correct end that tNo pump or vehre conforms to the runs for construccon I

of the ASME Code. Seenon an. Division 1.
u ce,,meste of w n u. N1712 4/15/95

S 6 41 Anchor /Darlino Valve Compang;,ne, {/4o,,, % & ;
a cemaa s e-i \ji .we o

,

i
,

!

cemncATE or sworinspecnow '

I, the undereagned. holdng a vesid commseason issued by the Nenonal Board of Boiler and Prosaure Vessel inspecto s and
the state nxscuman o, Pennsylvania Cana empi, yea sy onrnercial Union Ins. Co. ;

of B0StOn. MASS. have inspected the pump, or vehre, oseenbod in this Date Repnrt un
N-O'NN O' 9 .19 b. and state that to the boet of my know6 edge and belief, the Certificate Holder has
conetmeted tNo pump, or veno,in accor6ence with the ASME Cooe. Seccon lit. Dhrioson 1.

.

By engmng ens co trficate. norther the inspector nor his empioyer makes any warrenty, expressed or impised, concommg the
component desenbod in thie Date Report. Fw;T-. Tree. norther the inspector nor hee empeover eheR be lise6e in any marmer for
any personalinjury or property loss . any kind eneeng from or connected with this inspecnon.

oats N - @ N .. A+t)l ommiessons Penn$vivania 2392C
;

ChaPMM""f8Mff"' / * " ' " " ' ' " " " * " ' ' ' ' ' " ' " ' " " ' ' " ' " * '

Y / l

m enr manuaw operated ..wes oney.
;

+ ?

i

e

gL92-01782

-
.

}

,



FORM NIS 2 OWWER'S REPCRT OF REPA!R C2 REPLACEMENT
As Re<pired by the Provisions of ASME Code section XI

1. Owner Cormonwealth Edison torvany Date 2/20/93
(kame)

One First kational Plata. Chiceco. ft. 60600 Sheet 1 of 1

( A3:iress )
2. Plant tasette County kuclear $tation Unit ,1, l-21297

(Name) R epair Organization, P.O. ko., Job No., etc.
2601 W. 21st. Rd. marseilles. II. 61341

(Accress)
3. Work Perf ormed by asechanical asintenance Type Ccde SWL Stanp W/A

(hape) Authoritation No. W/A
mechanical Maintenance Empiration Date W!A

(Aodress)
4. Identification of System (#1) Reactor Core Isolation Coolino
5. (a) Applicable Construction Cooe " 19 " Edition ** Aoderda, Cooe Cases **

(b) Applicable Edition of section x1 utitized for Repairs or Replacements-19L, WSO Ad, Cooe Cases hone
6. Identification of Corponents Repaired or Repiaced, and Reptacement Conponenta

name of kame of Mfrs. Ser. kat'l CRW Cther tear Repaired ASME Code
Conponent Mfr. No. Bd. No. Identi- Built Replaced, $ tamped

to. fication Replacement (Yes or No)

Double-Disc Cate - Anchor
Steen & Disc Assy. Darling Discs 8 5&6 W/A N/A 1E51-F063 1992 Replaced N/A

Dotble-Disc Gate - Anchor
Stem & Disc Assy. Carling Discs 8 9110 E/A N/A 1E51-F063 1992** Replacement N/A

7. Description Class 1 Replacement, rect aced Stem and Dise Assemely installed mder Work Reouest L-08480 with a
8. Tests Con:bcted: L|pWrcstatic |_j Pnetsnatic |_z_| Wormal Operating Pressure |1|Other visual

Pressure 921 osi Test Temp. Ae. Deg. F
9 Remarks "Like for like" Stem and Dise asseely f rom , spare valve. " * Applicable Code of Construction of

( Applicable Manuf acturer's Data Report to be Attachec),

the Replaced and Replacement certs is ASME Section fil. Class 1 1971 Ed. VT2 Ad. with Code Cases 1516-1.
and 1567 reconciled oer Part technical Evaluation L91-06-0663. this evatuation is on file at teSalle Comty
Station.

CERTIFICAT!0N OF COMPLI ANCE

We certify that the statements made in this report are correet and this teotacement conforms to i

Section XI cf the ASME C (repair or replacement) >

$igned , 1993
(Owrd.t-6 Owner's Designee) * (Title) (Date)

CERTIFICAT10W OF INSFECTION

1, the mdersigned, bolding a valid comission issued by the Naticnet Board of Boller ard Pressure Vesselo

Inspectors and the State or Province of Illinois etrployed by Martf ord Steam Bolter Inso. 8 Ins. Co. of

Hartford, CT. have inspected the Replacement described in this Report on [" d .1993
(sep. or Rept.)

and state that to the best of my knowledge and belief, this repair or replacement has been constructed in
accorcance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enployer
makes any warranty, expressed or inplied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his enployer shall be liable in any manner for any personal injury or
property damage or a i e ind 'sipgfromorc inected with this inspection.

.ieres tomissions it 1416 N.I
#Date # /d /93 n

/ (Inspector) (State or Province, kational Board)
;

|

I
i

j

'

1
i



. . _ . _ _. - . . . . .

,
,

~

. FORM NPV-1 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PUMPS OR VALVES'
As Roomrod try the Provisions of the ASME Code Secdon m. DMaiort 1

Ps- of- . .,.,1,_

- |

1.uw w w m w Anchor / Darling Valve Co., 701 First St., Williamsport, PA 1770|
m < N c.r.ne e-, |

2. w m for Conrnonwealth Edison Co., P.O. Box 767, Chicaco IL 60690 |
in e = % .ro.a. |

LaSalle Station, 2601 N. 21st Road, Marseilles, IL 613413,%gm
in e .

'

DD Gate W9223690 A N/A4. uoose no.. s.n.e No., or Typ. o ,, ,

1971 Winter 1972 1 1516-1 & 1567S. AsuE Come. secoon m. Dhneson 1:
semanna sesennes emme imamos scene came m

Valve 10" 10"6. Pumo or verve % w,. o.
(mJ una

3A21b"NCb SA105 SA105 N/A7. ust. net: M h og %
1

(s) (b) (ci '

(d) (el
Cart. Nat'l Boer Sonnet Dist

Holoer's Boero Senei Senal Senal
Ser.at No. No. No. No. No.

ET145-7-3 N/A U6377 8 9 & 10

1

i

(
_

. .

_

i
{

!

|

t

t

t

* e -- _ . ..;_ _ _-. m toan of sets. smetenea, or are.ess me, o. uneo prow.o.e sti sue = a % = 11.121.A;; - a noms 1 proven 4.,

an true Data Aeoart a w* ~ an eacn sneet. (3) eacn sneet is numoorse one tne nummer of snoots e r,coroso at tr.e too of vue form.>

,

I

i
(12/85) This hem (E00037) mov ne ootaese emen une Oroer Dem.. ASMt 22 Lew Drive. Som 2300. Far% s. NJ 07007 2300.

'

,

. *

d Nb *

gL9 2 -01784 i

.

.
?

_ _ _ _ _ - _ _ _ - - _ _ _ - _ - _ - _ - - _ - _ .



. FORM NPV-1 (back)*

Gasket Retainer Material: SA516-70a. m
.

2271 57 5 900
s. o wan cor=toor. g , , , _ _ ,,,

<m n=no-.u.e
27901o. ced warsneir sour, ,,, ,, m . ,

4175 2790g, o w % 1,,, - ,t1. Hye estene test

CZKTMCATION OF DESIGN

Gerald I. Zwarich R ,,,, ,,, 6 2- 0 2 M% %. .,,,,,3,, g p,g 3,,,,

Drew W. Wrient FAo ,gn ae, ort e,os.s t,y p,g, 3. n.g. no,PE-0387 78-E

CERTECATE OF SHOP COMPUANCE

We cervey tnat the .a6 cGe moos n true r. cort are correct and that tnsa pumo or vehre cordorms to the ruses for construccon

or ine ASuE come. S. coon m. ohne.on 1.
4/15/95N1712 ,,NC e e w -.p,.

l I

9 96%,,, Anchor /Darlino Valve Compan%
.

o,
' ' (N Carencess Moseen ' nmenernmeagramams.ver

CERTMCATE OF SHOP IMSPECTION

t, the unoersagnea. handing a vesid commissaan issu.d try tne Nsoonal Board of Bonner and Promeurs Vessel inso.ctors and
Pennsv1vania ena e gonrnercial Union Ins. Co.ine sam meamatz of

. Boston. Mass, n ve ,nsoected ine m. or www . onecnt o in inia osta neoort on
- 19 /ME. to M ane state tnet to tne emet of my kno.a.oge one timmt. the cwuncate Hodow hoe

consuuctea tr'me pumo. or veve. .n accorcance with tne ASME Coos. S. coon lit. Drvisson 1.

sy sienne tres caredicate natner tne <=o.ctor nor his nno.ovw men e any warreney, exor sos ar kritwee. cone.mns tne
comoon.nt esseno.a in tres om n oort. A c ..-.. nernw ine .neo.etor nor nm .maiorw snes tie nieta in any menne for
my ow.ons 6rwarv or proowty core was of any arms on ng tram or conn. cree wrtn tres neo. coon.

m * 9dem ..z.

o m f W ~ 9 1 gn _Cha'fTBT"'f&$d,"" /
Pennsv1vania 2392eS. ,

"*"''"'"""""*""*"'''"'""''*'"*"*8
v -

Ill For manuary opersted vehres orwy. !

i
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;

- m L9 2-01784 |
-
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FOQ CIS-2 OWWER'S REPCDT OF REPAIR O REPLACEMENT
As Recpired by the Provisions of ASME Ccde Section X1

1. Owner Carnnnweat th Edison Cornany Date 3/2/93
(kame)

One First hetional Ptera Chicane. 11. 60690 sheet 1 of 1

( Amares s)
2. Plant ta$at te County Nuclear Station tJnitj t-21704

(hame) Repair Organization, P.O. ho., Job ho., etc.
2601 W. 21st. Rd. marseittes. It. 61341

(Accress)
3. Work Performed by mechanical maintenence Type Code Synibol stanp W/A

(kame) Authorization No, h/A
Meehenical paintenance Expiration Date w/A

( At*2r ess)
4 Identification of Systes (Rf) Reactor Core Isolation Cooline
5. (a) Applicable Construction Cooe " 19 " Edition Aasende, Cooe cases "

1

"

(b) A;pticable Edition of section x1 utilized f or Repairs or Replacements-19L, WBO Ad, Cooe Cases mone
6. loentification of Conponents Repaired or Replaced, ard Replacement Conpanents

kame of kame of Nfrs. Ser. hat'l CRW Other Year Repaired ASME Code
Conponent Nfr. No. Bd. he. Identi- Built Replaced, Stamped

ho. fication Replacement (Yes or ko)

Doste-Disc Cate - Anchor
stem & Disc Assy. Carling Discs # 9110 W/A w/A 1E51 F063 1992 Replaced W/A

Dokte Disc Cate - Anchor
Stem & Disc Assy. Darling Discs # 4&7 N/A N/A 1E51-F063 1992** Replacement W/A

7. Description Class 1 Replacement, reptered Stem and Dise Asseely installed under Work Reauest L-08480 with a=

8. Tests Conducted: L|Mycrostatic Lj Pnematic |1 Wormal Operating Fressure |1|Other Visual
Pressure 929 osi Test Temp. Anb. Ceg. F

9. Remarks "Like for like" Stem and Dise Asserely from a spare valve. **s Arcticable Code of Construction of
( Applicable manuf acturer's Data Report to be Attachec)

' the Reptated and Replacement parts is ASME Section Ill. Class 1.1971 Ed, W'? Ad. with Code Cases 1516 1,
and 1%7 reconciled per Part Technical E valuation tG1-Oo-0M3. this evatuation is on file at LaSat te Comty
Station. Two 1/B" diameter holes were crit tec in the upstream dise to relieve internal pressure in the
vatv- bonnet and thus precitee pressure t oc t ing of the vatve. This was consiocred to be en ASME
Section *! Reptatement. and was concleted trv5er Wort Reesest L-21718 efter beine approved by
E ngineerina evaluation.

I

CERTIFICAfl0W OF CCMPLI AhCE

We certif y that the statements made in this report are correct and this Replacement conforms to
Section XI of the ASME Code. (repair or replacement)

Signed / !^ M 3 -JI , 1993
(owner or Ownerts4 esignee) L (Title) (Cate)

CERTIFICATIOW OF INSPECil0N
*

I, the undersigned, holding a valid connission issued by the National Board of Boiler and Pressure Vessel
inspectors and the State or Province of lilinois , enployed by Nortf ord $ team Boiler Insp. & Ins. Co. of

Nortford CT. have inspected the Repterement described in this Repert on /) ,1993
(Rep, or Rept.)

and state that to the best of my knowledge and belief, this repair or replacement has been constructed in

accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enptcyer i

makes any warranty, expressed or inplied, concerning the repair or replacenent described in this Report. '

Furthermore, neither the inspector nor his eenployer shall be liable in any manner for any personal injury or ,

property dan. age or a los f ecy ki a is g from connected with this inspection.

Date ! A T/93 , Jo et cauk ~
'

Conrnissions IL 1416 W.1
,/ (Inspector) (State or Province, kational Board)

>

D



~~
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FORM NPV-1 CERTIFICATE HOLDERS * DATA REPORT POR NUCLEAR PUMPS CR VALVES * i
As Regumed by the Provisions of the ASME P4 Secdon IR, Divioson 1 i

Pg. of I

Anchor / Darling Valve Co.e 701 First St.e Williamsport,PA177C!,, % ,,, ,

____. _ _
2. w m fw Comonwealth Edison Co., P.O. Box 767. Chicaco IL 60690

a.me ans es.eee e me- w osen.,
i s. u,cei,oni,einetsei, ,, LaSalle Stntion. 2601 N. 21st Road. Marseilles. IL 61341 :

Ivie.o. es.ne.
DD Gate W9223690 B N/A |4. Moesi No Swiss No.. w Type % ,

1971 Winter 1972 1 1516-1 & 1567 :S. ASME Coos. Secoon m. DWmon 1:
==e.u lassemos es. ese caen cow no

Valve %w 10" 10"
.

o, [a. P.no or v=ve
wu em.: +

SA216-WCB SA105 SA105 N/A j7. Metenet: Boey % m %

}
w a te - se w

Cart. Net'l Boey Sorrut Diest .

Noteers Board Sened Senei Senal !

Senal No. No. No. No. No. I

E1145-7 4 N/A U6376 9 4&7

:
!

a

t

!

,

'

!
^

;

i
'

,

!

I

'

i

I,

i

I

' Sueommems . - - -
- an term of testa, sketense, or eresange mov es uses prowese stt see se 8 % a 11.121 erWormosen en nome 1 trwougn 4

|on ese Deze Assers is menusse en esen eness ist eacn eness is nwmss,se ens the enameer of enosce ac remress se the toe of tres roam.
i

I
tt2/ sci

The esem tE000371 mov es esteenee trem tne crear Oset AS8AL 22 Law Derve. Ses 2300. Fernema. NJ C7007 2300.
|

' [r2 $ac 86% NAdd cV/73d,

D u uet o.,,,x |
spoo,r i L9 2 -018 80

|
.

_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ . _ _ _ . _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ - _ _ _ _ _ _ _ . _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ . _ _



.

FORM NPV-1 (back)

Gasket Retainer Material: SA516-70g,
.

.

2271 57 5 900
s. oseen careroone ,,, ., ,, ,,,,, . _ ,3,

>- i ee,=

2790ta. Cao wortmo woesure ,,, ,3oo.,

4175 2790
t1. m .;. seet g . o w e s ,,, _ g

,

ComFICATION OF DEEGN
,

Gerald I. Zwarich Il n,,, ,62-41234% una, es, esso i,y ,,g, 3.
Drew W. Wriant PADem.pi n.oort enused try p g gg,,, neg., PE-038728-E

-
s

*
CDmFICATE OF SHOP CQlAPUANCE

We cerufy that the stmemente moos et true report era correct and that traie pump or verve conforms to the vues for construcoon

of tr. AsuE Coos. secoon m. ohne.en 1.
N1712 4/15/95u Co,once. ,4 ,mo, econ p ,___

| o,,o C[ |d4kw Anchor /Darline Valve Comoan% 4 |
1 98 Car < semens nessen hr _ __ _ eigemmeritstrues ;

CDmPICATE OF SHOP N6 SPEC 710N
.

1. the unceregned. holdmg a valid ... . soeued try the Neoonel Board of Somer and Prosaure Vesset ineoectors eno
Pennsylvania ana em ,sa t,yComercial Union ins. Co.tre statem g

Boston. Mass, neve oneocesse sne % or ve,ve, ococntica in inne om r oori ong .
' #-/A h %K ts M. ana == tr : to ew t.n cre my we-eve enn noi.or. me Coronem waion na

connructea tr= puma. er vWre. in accoroonoe wem v. ASME Coos. S.cten m. orvioson 1.

er o.y-ig tr= cwencem. namn tr= nas.emr nn e. .mo.ov mm any --rwiry exoreemea or ww.i.ea. --.. w me

comportervt casenbod iri this onte Aeoert. . nortrier the inspector nor tuo emosever ehet tie beDee en erry manner for

any pertorial infury or property of guns enneng from or tree snapocoon,

Pennsylvania 2392~ -o _ ~

I"eri. ns. im _ __ e e, e,s.. ,. no,,

-

Cha'ffiR"Y6 M I
y V

(1) For manualty operated vetves onPy.

4 .-01 o B '92

.-__ -___ _ _ - - _ _ _ - - _ _ _ _ _ _ _ _ - _ _ - _ _ _ _ . ._ _ _ _ _ __ _ -. __



__ . _ _. _ _ _ _ _ _ _ _ _ _ . _ _. _ _ _ _ _ ,___

. *

I

FC2:8 W!$-2 ChAiER'S REPCRT OF REPAlt C2 REPLACEMENT
j As Re@ ired by the Provisions of ASME Code Section XI
J {

1

1. Owner Conmarascat th Edison Conciary Date 12/11/92 ;
i (kame) [j One First Wational Plate. Chicano. f t. 60600 Sheet 1 of 2 >

I ( Adoress) .

'
j 2. Plant t aSalle County Wuct eer station Unitj t-10935
1 (name) Repair organization, P.O. ho., Job ho., etc. .

; 2601 W. 21st. Rd. marseit ies.11. 61341
r (Accress)
I 3. Work Performed by UE&C Catatytte Type Code Symbot stanp N/A

(name) Authorization No. s/A j
P.O. Sen 59 marseitles 11. Expiration Date s/A

( Ack:fress) ,

4. Identification of System (#t) Reactor Water ttear e ,

5. (a) Applicable Construction Cooe " 19 ** Eaition ~ Amende. Code Cases "

(b) Appticable Edition of Section XI utitired 1or Repairs or Reptseements-19L, WBO Ad, Cooe Cases mane
6. Identification of Componenta Repsired or RepIaced, and Reptacament Components

name of hane of Mfrs. Ser. kat'l CRW Other tear Repaired ASME Code
Conponent Mfr. No. Bd. No. Identi- Built Replaced, St aged ;

ho. fication Replacement (Yes or be) (Flexible-Wedge - Anchor -

Otbrd. Isol. Viv. Darling * W/A N/A 1G33-F001 * Replaced N/A
!

Double-Disc Gate - Anchor ;

Otbrd. Isot. Ytv. Darling Ep9t -3-1 N/A N/A 1G33-F001 1992 " Replacement N/A
'
.

.

Repleted N/A hPiping Sub-Assy. Morrison * N/A N/A 1RT018 6" *

6" 90 Des. Elbow B.K.L. Mt. # 5433 N/A N/A 1RT018-6= 1988 " Replacement N/A

'
r

!
i

7. Description Class 1 Replacement. Rect aced comonents with new, and valve with a different style of valve.
8. Tests Coniacted: [J_jmydrostatic L| Pneumatic L| korlaat Operating Pressure j.J_,(Other Visual ;

Pressure 1150 osi test Temp. Anb. Deg.F i, ' 9. Remarks * = Per N-5 Code Data Report on file at tasette Comtv Station. Co eonent 5tsioorts per
(Applicable manuf acturer's Data Report to be Attached)

orieinal f abriestion and instet t ation specifications J-?918 and J-2530 respectively. ** * Anot icable Code of *

Construction of valve is Section Ill. Ctess 1. 1971 E d. W72 Ad., Code Cases 1516-1. 1519. & 1567
,

Fittinos are Section III. Ctsss 1. 1974 Ed., wo Ad. with Cooe case N-275 invoked on instattation
|

-

wetos. Ccymonent supports are AW51 B31.7.1969 Ed. to AddenoJn See Forin m!5-2 Stoolementet Sheet
f or sodi t ional i t ems . I.

i3

'
a

CERTIFICA110N OF CumPLIANCE }
i

We certify that the statements sede in this report are correct and t'is_ Replacement conforms to [5ection XI of the ASKE Code. (repair or replacement) :

Signed MM ' 2 d , 1993
(Owner or Owner'VDesignee) (litle) (Date) i

|
. +
'

CERTIFICATION Or th5PECTION

| 1, the mdersigned, holding a valid connission issued by the untional Board of Boiler a d Pressure Vesset
Inspectors and the State or Province of Ittinois , enptcyed by Hartf ord Steam Soller inso. 8 Ins. Co. of

Hartford. Ct. have inspected the Replacement described in this Report on A ,1993
( R ep. or R ep t . )*

'
and state that to the best of my knowledge and belief, this repair or replacement has been constructed in

i

accordance with Section KI of the ASME Code. By signing this certificate, neither the inspector nor his enployer i
makes any warranty, expressed or inplied, concerning the repair or replacement described in this Report. !
Furthermore, reither the inspector nor his emptreer shall be liable in any manner for any personal injury or j
prr;xrty damage or a to ofany)'ndpr' ' fr 'or connected with this inspection.

i / ~q
Date #/4/93 ohn't. result connissions 11 1416 W.I

(Inspector) (State or Province, hational Board)
7

4-

|

|
:

|

!

1

1

>



.

TORM NIS-2 SUPPLEKENTAL SHEET
t

1. Owner: Commonwealth Edison Company Sheet 2 of 2
One First National Plaza Date 12/11/92
Chicago, Illinois 60690 Unit 1

2. Plants LaSalle County Station
2601 N. 21st. Rd.
Marseilles, Illinois 61341 L-10935

P. O. No. , WR No. , etc. I

3. Work Performed by: UEEC Catalvtic Type Code Symbol Stamp N/A
Name Authorization No. N/A

P.O. Box 59 Marseilles II. 61341 Expiration Date N/A'

Address
!

4. Identification of System (RT) Reactor Water cleanuo

Sa. Applicable Construction Code ** See Sht.1 19 ** Edition ** See Sht. 1 Addenda

Sb. Applicable Edition of Section XI utilized 1980 Edition Winter 1980 Addenda

6. Identification of Components Repaired or Replaced and Replacement Components. j

ASME
Code

National Repaired, Stamped ,

Name of Name of Manufacturer Board Other Year Replaced (Yes
'

Component Manufacturer Serial No. No. Identification Built or Replacement or No)
Load Stud Morrison N/A N/A RT01-1079X * Replaced N/A
Load Stud PSA N/A N/A RT01-1079X 1988** Replacement N/A
Hex Nuts Morrison N/A N/A RT01-1079X * Replaced N/A
Hex Nuts Ronson MFG. Ht. Code GG99-1 N/A RT01-1079X 1992** Replacement N/A ,

Jam Nuts Morrison N/A N/A RTO2-2079X Replaced N/A*
3

Jam Nuts Nova N/A N/A RT01-1079X 1990** Replacement N/A
Load Stud Morrison N/A N/A RT01-1080X Replaced N/A [

*

Load Stud PSA Mt. code N2618E N/A RT01-1080X 1988** Replacement N/A
clamp Bolt Morrison N/A N/A RT01-1080X Replaced N/A !*

t

Clamp Bolt Cardinal Ht. Code J4 N/A RT01-1080X 1991** Replacement N/A I

Hex Nut Morrison N/A N/A RT01-2080X * Replaced N/A
Hex Nut Cardinal Ht. Code A7 N/A RTO1-1080X 1992** Replacement N/A |

,

!

l
'

,

i

4

,

r

__ _ _ _ _ _ _ _ _ _ _ . _ _ _ _ . . _ _ _ _ _ _ _ _ . _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ . . _ _ _ _ _ _ _ _ _
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|
'

I

! MLpOn L.93.o g -0 6'":
FORM NPV-1 CERTIRCATE HOLDERS * DATA REPORT FOR NUCLEAR PUMhhbfEVALVG* -f5'

As Regend by em PmvWim cf ths ASME Code, Section m. DtvWn 1 ~

; L 9 2-0 06 9(f P- dS

;

| 3,. w m m 3 Anch'or/ Darling Valve Co., 701 First St., Willimstioit PA 17701
:

M ms ows ame e of et Cawncome,epeert

!
2. uwe w Comenwealth Edison Co=cany, P.O. Box 767 Chicaco, IL 60690e

- w .,e = o ,ij
3,%ge LaSalle Station, 2601 N. 21st Road, Marseilles, IL 61341

| === a
! 4. um A. s.n s. or Trp. DD Gate % W91??547 m,,, B cyp, N/A-

, s. Asur ca. s. coon m. tari.ian n Ic71 y$nte,. 1972 _ 1 1516-1. 1567. 1519m i =i .=w w sc c no
a. w or vwi,. - Valve

'

we 6* ounetsa. 6"
w wi 7. w aaer SA?16-WCB nar t Sa105 m SA515-70

0, . % N/A

g W ad - id is sw' Cart- Ma:1 noey . , nom. " 06.=j we sowit s.rw s.n.: 3.nor- s.na u o.a. m u u
EB 98 5- 3-1 N/A N827 2 22 and 24 -

t

|r _ EB985-3-3 N/A N824 3 __27 and 29{ EB 985-3-4 N/A N826 4 26 and 28
1

F

..

I
:
-

--

_-

% L 9 l'":TCr2.6Q6
; _ . .. -

,

.

<

h

'/
.

I
V :
3

'

1 i
*i

h
-

, !

:
f ,

* k.smemme.M rmre-a:.m m krm of bets. manose or shaweraps mry be emos wwwie.d (13 mas e a tb x 11. C3 kWormsawi si seems t ermagn 4,' on cas Dets Report a r- m - =a

i eri eeam s.aet. C1 evt. thewt u esemer.c and the soeve.r.t empets a reemreed at the top of true famL
*

*

w 4r= nom 27i ,
t e. on- o Asw. u t o, n= nz. e. *-a. su e7m7-um.

i n=
1

j ~. S k '.' [ * *, g ,.* -

f.

"

I

e j
,

w
D, ,, _

_ _ _ _ _ .- i-.
e



FOP.M NPV-1 IbeckJ
EVAL

, PAGE yI# L-91-gj .06f'-/-

or_ 5 -

Katerial: Gasket Retainer - SA515-70t .

L 9 2-0_06 99 '
. _ . .

.

2271 57 5 900a. % wm ,,, ., .. . , ., y
- .- e

2790io. cse orthsm , , , , ,
,

11. a c.- m t 4200 pg. ci,e e.,,,m., t e ,,,,,,4 2790 ,,,r

. .
'

cemrication or peso
. .

o ;n sg a, m e,y Gerald I. Zwarich Il % , 62-41234P i stsee
% n cor, c.sm.e e,y Drew W. Wrieht PA n,,, PE-038728-EP.E. sisi.

-
.

commeArt or suor conaruancs
.

.

we ewe inste. .- .s mese w em r wt are corr.et and inseim owne w vv caww,,is se em cuiu #cr carwir.m-oonr
of en Asur cose. % c:. oweni 1.
w ce at Autn==enon p N1712 A/15/92

.

Qd k Anchor /Darline Valve Comeanys,n,, 'A/c.
t sic ,unam. i g-- "

t

. .,
.

.

, , . , . .
cermeAT orsHopsospecTom

: .. . , . I r . . ~
'

o
.

.

i. em urusr n n.d. h:eng a v ad w...w. iseumJ iry ew Neconal Boere of Bonar and Pro swo Vesent inspectms and
ine stmummes , Pennsv1venia one .n :,,,,e n,yCoernercial Union Ins. Co.

Besten. &ss. n, in es,e e,,,,n,. ,,v n re,,,in e,i,c . n orton *

M M~M 19 M. ario state that to the best of my L,_ t and t,esef, nn. CmWk:ste Hoacer noe
e em anno. or v*.. w c::oro no. weei e. Asur coda. % m ousa.n i.

. i

er % t* e-tmem. n e.- e. iro e=, n- >= .ncey- m= r --r.ney, =; r e or w _ e + e.-

e= noon t ee,.a a e= em n.oort. u .. n-e., e. w.p.em, nn w & .n.s. n. se,. m -,, m nnn en
er'y prsonal,wiury or property ar y khd artaing - W witn tnis wapactori,

omM-13 -9/ ./ 2/ c,.,,,,,,,,:,n, Pennsv1yenia 2392
ggg g g g7 Pear 1. 8,s. SpesL - _ _ _a samme e erw. ans nn.f .

k
(1) For We operated vatrae on>y. ,

J -

,.

' L91 02606
.

. .- -

9

. , . . __ . - - - . . - - - - - --
.-

. . - - _ _ _ - - _ _ _ _ ____ _ -__ _. . . _.



FCED N!5-2 OWWER'S REPORT OF REPA!R OR REPLQCEMENT
As Reo. sired by the Provisions of ASE Code Section XI

1. O.ner Comonwealth Edison Ccrreny Date 1?/10/92
(hame)

the First nationel Ptere. Chitece. ft. fM90 Sheet 1 of 2
(Address)

2. Plant te$alle Comtv kuclear Station Unit _1 t-10934
(k are ) Repair organization, P.O. ho., Joo No., etc.

2601 W. 21st. ed. Norseit tes f t . 61341
(Amress)

3. Work Perf ormed by UEEC Catalytic Tme Code Symbol Stanp W/A
thame) Authoritation No. W!A

P.O. l'ex 59 marseilles It. Expiration Cate n/a
( Ao:fress)

4. Identification of System (PT) aeector Weter Cteere
5. (a) Applicable Construction Coor " 19 ** Edition ** Amenda, Cooe cases "

(b) Applicable Edition of Section X1 titilized f or Repairs or Replacements-1910_, WBO Ad, Cooe Cases wone
6. Identification of Ccmponents Repaired or Replaced, and Replacement Congonents

Name of kame of Mfts. Ser. Wat'l CRN Other Year Repaired ASME Code
Conponent Mfr. No. Bd. No. Identi- Built Replaced, St anped

No. fication R eplac ement (Yes or No)
Flexible-Weoge - Anchor
Otbrd. Isot Vtv. Carling W/A N/A 1G3 * F D04 ** Replaced N/A

Dost e-Disc Cat e .- Anchor
Ctbrd. Isol. Viv. Darling EB965-3-2 m/A N/A i d3-F004 1992" Replacement N/A

Piping Sub-Assy. Morrison * h/A N/A 1RTD1B-6" * Replaced N/A

6" 90 Deg. Elbow B.K.L. Mt. # 5433 m/A N/A 1RT018-6" 1988** Replacement W/A

6" Sch. 120 Pipe Nippon Mt. # 33366 N/A N/A 1RT018-6" 1987 " Replacement N/A

7. Description Class 1 peelacement. ecot eced corrments with new, and velve with e different style of velve.
B. Tests Condacted: ji|nydrostatic Cl PneJustic |__| Normal Operating Pressure jij0ther Visual

Pressure 1150/1300 psi t est Temp.. Anb. Deg. F
9. Remarks * = Per W-5 Code Date tenort on file at tasat te Comty Station. Corrment Smoorts per

(Applicable manuf acturer's Data Report to te Attached)
original f abrication en:f instet t etion specifiestions J ?918 and J-2530 respectivetY. "8 $2 TIC 8ble Code of
C ons t ruct i on of va l ve i s Sect i on I l l . C t es s 1 19 71 E d. W72 Ad. Cooe Cases 1516-1, 1519 & 1$67 Pipe end
fittincs are Section !!!. Class 1 1974 E d. . to Ad. with Code Case 4 275 invoked on ins ta t t at i on
wetos. Corvonent smoorts are shs t 831.7 1%9 Ed. heAmeeva See Forw wis-2 s m otenental sheet
for sositional items.

_ ,

CERTIFICAT10W OF CCMPLI ANCE

We certif y that the statements made in this report are correct and this Peptocement conforms to
Section XI of the ASME Code. (repair or replacement)

b#N 4"f , 1993Signed <

(Owner or D.ner's' Debence) (intte) (Date)

CERTIFICATION OF INSPECTION

I, the trdersigned, holding a valid connission issued by the National Board of Boiler and Pressure vesset
Inspectors and the State or Province of Illinois , enployed by Hartf ord Steam Boiler Inst. 8 ins. Co. cf

kartford, CT. have inspected the Deptecement described in this Report on 3"/ .1993
( R ep. or R ep t . )

and state that to the best of my knowledge and belief, this repair or replacement he', been constructed in
accordance with section XI of the ASME Code. By signing this certificate, neither the inspector nor his enployer
ma6es any warranty, expressed or inplied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his enployer shall be liable in any manner for any personal injury or
property damage or a los fa kind is' f rom or connected with this inspection.

F V .sosd*cOate 3 / / /93 / o%n e . et re evi t Connissions it 1416 w.i
/ (Inspector) (State or Province, National Board)

1

I

1
.



i
FORM NIS-2 SUPPLEMENTAL SHEET

1. Owner: Commonwealth Edison Company Sheet 2 of 2
One First National Plaza Date 12/10/92
Chicago, Illinois 60690 Unit 1

2. Plant: LaSalle County Station
2601 N. 21st. Rd.
Marseilles, Illinois 61341 L-10934

P. O. No., WR No., etc.

3. Work Performed by: UE&C Catalvtic Type Code Symbol Stamp N/A '

Name Authorization No. N/A ;

P.O. Box 59 Marsellies II. 61341 Expiration Date N/A
Address

4. Identification of System (RT) Reactor Water Cleanuo

Sa. Applicable Construction Code * * See Sht .1 19 ** Edition ** See Sht. 1 Addenda

5b. Applicable Edition of Section XI utilized 1980 Edition Winter 1980 Addenda

6. Identification of Components Repaired or Replaced and Replacement Components.

ASME
Code

National Repaired, Stamped
Name of Name of Manufacturer Board Other Year Replaced (Yes
Component Manufacturer Serial No. No. Identification Built or Replacement or No)

,

6" X 4" Custom,

B.W. Red. Alloy Ht. # 8334A N/A 1RT01B-6* 1991** Replacement N/A

1.5" Half
Coupling WFI Nuclear Ht. # 840TNR N/A 1RT01B-6" 1991** Replacement N/A

.

Load Stud Morrison N/A N/A RT01-1061X * Replaced N/A

Load Stud Lisega N/A N/A RT01-1061X 1992** Replacement N/A

Hex Nuts Morrison N/A N/A RT01-1061X Replaced N/A*

Hex Nuts Lisega N/A N/A RT01-1061X 1992** Replacement N/A

Load Stud Morrison N/A N/A RT01-1062X * Replaced N/A

Load Stud Lisega N/A N/A RT01-1062X 1992** Replacement N/A

Hex Nuts Morrison N/A N/A RT01-1062X * Replaced N/A
,

Hex Nuts Lisega N/A N/A RT01-lO62X 1992** Replacement N/A
.



FORM NPV.1 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PUMPS OR VALVES *
. As Required by the Provisions of the ASME Code, Section I!!. .rivision 1

Pg. of.
*

(
i. v ne.ctare: .ne ce .f.ee ev Anchor /Darline Valve Co., 701 First Street. Williams crt, PA 17701

m..n. .n .wo. .' c ,.c ee,>

2. Manufactsree for Comenwaal th Edisen CorDany, P.O. Box 767, Chicaco. IL 60690
team and seeerse of Purtnaser er Owe.ect

3. Loc t.on et .n 1.nsuo, LaSalle Station, 2601 N. 21st Reade Marseilles, IL 61341
in., .no -

00 Gate W9123547 B N/A4 Mocet No.. Series Nc.. or Type Dra wing ,, egy

s. Asur coes. sect on m. D,v.s.on i: 1971 Winter 1972 1 1516-1, 1567. 1519
..a,ooni i ene.... son.i ic co. n.

VO1YE6. Pump or varve Nomines ineet s:2e C\tet stro
w on.:

7. v.tenst soey SA216-WCB SA105 3,,, SA 515-70son.,,, go,1,,,, N/A

ist :t) ic) fe) fe)
Cert. Nat'l Boey Bonnet D.sk

Noicer's Boarc Senal Senal Sensi ,

sensiNo. No. No. No, No.
'

FDOC K- 3 7 fUA h625 5 pg g

I
.

.

em

* bpkeNntal enforeetion an form of layt3. ShetChet. Or Orswegg mov be used pf0veCed (1) t@ $ 8 % E 11. (29 mform0tban en nems I through 4
on t% s Osta Repon is mctuced on each sheet. (31 esc % sheet se numberes anc the numoer of snee s es recerced et t*e top of thes form.

(10'B6) This form (EOCC37) me, ce oere, nee om the o,oer Dept. ASVE. 22 's= Dews. Bos 2300. Fairt.eis. NJ C7007 2300..

t

- - .... ._.. _
.

_

.
%

. . .. . _.. , , c ,ca,a.,,w :.:.: -w .-..a-=.._,=.=... . . . . = .



__
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FORM NPV 1 (back)

s. Re-uns Material: Gasket Retainer - SA515-70
t

2273 575 9009. Design conditier s esi .,o,,,,,, ,,,o y,, e.,, m
ape.w.i wo.mu.i

10. coe womns ersseure 2790 I
,,,, ioo.,

t

11. Hydrostat:c test 4200 ,,;. o,,a em.,em.ar test preuvre 2790 ,s;

[ cEnnncAncN or etsrcN

cesign specmcation cemf.ee 3, _ Gerald T. Zwarich P.E. state Il men.no. M * C 234
,

cesign neoort certmed 3, _ Drew W. Wriehte
P.E st.,e PA neg. no. PE-0387 28-E,

I ctanncATE cr shop coupuANct

we cerofy thet me statem.nts enaco in tus repert are cor,eet and mat m.a pump or vowe conforms to the ces for construction
-

et tne AsuE coe., sect.on m. o.visen 1.

N cert $cate of Authonntion No N1712 4/15/92,

'A.I\0 R s,me Anchor /Darlinc Valve Corncany.sened _
i

:,te
i m c. row. a e.r> vi.gtn.m.a kf.m.o . I6

.

I
CERT 1nCATE Or SHOP 1NsPECTION

I

1. the uncen.gned. holding a valid comtrwas.on rsswed tw the National Board of Boiler and Pressure Vessel inspectors eno
tne stste XMEME of Denm ylygnia and earipeoved by 00T1*PfiAl Unio" IMT- Io.
of 305 ton, MASS.

3,,, ;nso,e ,g 3, pu,,o or velve, described in tNs Data Report onS M-9& A 4-I3 19 M . ano state that to the best of my uewledge and belief, the Certificate Holder has *

I constructed this pump. or varve. in accoreance wth the AsME Coce, section Ill. Devision 1.

.

By segndg tNs esmficate, norter the inspector nor his employer makes am warranty, expressed or imo!!ed. concemsos the
component cesenbed in tNs Osta Peport. Fueermore. no.ther the inspec or not tus empiover shall be liable in any manner for
any personal injury or property camegs a los f any kind anssng from or connec*ed wrth tNs inspection.*

/

e -13-71 s;cne - * * 8#4 comrmn.or-a Pennsylvania 2392 i

2 cc.
) cygyqyay(fgan / marm una. w= w at.a or m era no.s-

' /
11) For manLa!!v crersted valves oniv.

.

.

y

}
%=

.
.-g

,

=
_.. _ _ _ . .

_ __ _ __
- .. . . . .

D. .

. _ _ . . _

.

__a _ - _ - _ _ _ . -. --_ ___.m_- . __ _. _ _-__-__.m_ . - _ _ _ _ . - _ _ . . _
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FORM Wi$-2 (hJWER'$ REPORT OF REP AIR OR REPLACEMEOT
As RegJired by the Provisions of ASME Cede Section K!

'1. Owner Cormonwealth Fdison Company Date 1/7/93
(kame)

(ne F i rs t k a t i ona l P i a r a . Ch i cene. f t . 63690 sheet 1 of 1

( Adsress)
2. Plant ta$at te Comtv Wuclear $tation unitj t-07174

(hame) Repair Organization, P.O. ho., Joe ho., etc.
Jp01 W. 21st. Pd. Marseittes. ft. 61341

;
( Ack3ress ) ,

3. Work Perf ormed by tfEEC Catalytic Type Code $)Wbol $ta@ W/A
(kane) Authorization No. W/A

P.O. Ber 59. marseil t es II . Expiration Date k/a
(Aasress) .

4 Ioentification of Systes (RCIC) Reactor Core Isoletion Coolino
5. (a) Applicable Construction Cooe Sect, 113 1974 Ecition so Ack)ende, Cooe Cases kone

(b) Applicable Edition of Section El Uh t sted f or Repairs or Replacements-19L,_ WBO Ad, Cooe Cases mone
6. Identification of Conpanents Repaired or Replaced. and Replacement Conponents

hame of bene of Mfrs. Ser, kat'l CRW Other Year Repaired ASME Code
Conponent Mir. No. Bd. ho. Ident i- Built R eplac ed, 5taged

ho. fication R eplacement (Yes or ho) j

6" Sch. 120 C.S. Morrison *
| n/A N/A 1RI248 6" * Replaced N/A ,

- Pipe

(2) 6" Sch. 120 |Cof f er Corp' et.* 209W521 N/A W/A Nt. Code # 1992 Replacement N/A
W.s., C.S. Flanges ILEbA

Mt. Code #
(12) stud Bolts Cardinal Ht.# B0972% N/A N/A F4 ** Replacenent N/A

(24) hen Wuts Cardinal Nt.# C27729 N/A N/A ht. Code * ** Replacement w/A
E2

7. Description Class 1 Rec t ecement * = Per m-5 Code Data Report on file at latet t e Corty station
8.

Tests Condxted: | _ |Mydrostatic }1057| Pneunatic jM mermal Operating Pressure |_jother |Pressure osi Test Teno. Anc. Deg. F
9. Remarts ** = Stuts and Wuts are sSME 5ection Ill. Ct ess 1.1989 Edition. no Addends which have been Reconcited

(Applicable Manuf acturer's Data seport to be Attached)
to the ASME Section 111. Class 1.1974 Edition. no AdSends cricinet Code of Construction per the Conrnonwealth
f oson kuc t ear Fastener St ar:3 ares wmch are on file at t asat t e Comtv Station. '

.

CERTIFICATION OF Cptl AkCE

We certify that the statements nede in this report are correct and this Replacement confor1as to
Section XI cf the ASME Code. (repair or replacement)

I * 2~4 , 1993 |Signed i

(Owrer or Owner's tGswice) (1stle) (Date)
j CERTIFICATION OF INSPECilON

!
,

1, the mdersigned, holding a valid connission issued by the National Board cv mailar and Pressure Vessel
,

inspectors and the State or Province of It tinois , enployed by Nartford Steam Boiler Inso. & Irs. Co. of '

Hartford. CT. have inspected the Reetacement described in this Report on 8-/ .1993
(Rep. or Rept.),

: and state that to the best of my knowledge ard belief, this repair or replacement has teen constructed in
~

accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his egloyer
makes any warranty, expressed or iglied, concerning the repair or replacement described in this Report. !

Furthersore, neither the inspector nor his ernployer shall be liable in any manner for any personal injury or
property damage or a los of any ki gar's" f rom or connected with this inspection.'

dw ul f .Date 5 // /93 .s n -Tetresult Conniss t ors il 1416 N.I4

'

f (Inspector) (State or Province, bational Board)
L

h

!
i

..

?

!

!

_ _ _ _ ___
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FOR:I Wis 2 OWkER'S REPC2T OF REPAIR C2 REPLACEMENT
As Regaired by the Provisions of ASME Code section XI

1. Owner Comat th Edison Coroaay Date 12/9/92
(name)

(he First national Ptare. Chiceco. ft. 60600 sheet 1 cf 1

(Amress)
'

2. Plant tesat t e Corty Wuet ear station unitj L-15115
(name) Repair Organizat ion, P.O. so., Job ho., etc.

2601 N. 21st Rd. marseittes. 11, 61341
(Aeress)

3. Work Performed by Merkanical Maintenance Type Cooe Synibot Starp W/A
(kame) Authorization No. 4/A

Mechanical meintenance Expiration Date w/A
(A m ress)

4 loentification of System (SC) Stamby t iosid Control
5. (a) Applicable Construction Cooe Sect. til 19 71 Edition W72 Amenda, Cooe Cases wone

(b) Applicable Edition of Section x1 utilized f or Repairs or Reptocements-19L, WBO Ad, Coor cases mone
6. Identification of Corponents Repaired or Reptated, ard Reptoceeent Components

kame of Name of Mfrs. Ser. kat'l CRW Other Year Repaired ASME Code
Conconent Mfr. hc. Ed. bo. IdentI- Sullt Rep 1oced, 5t asped

No. fication Replacement (Yes or No)

Inlet Fitting Conax * N/A N/A 1C41-F004A * Replaced N/A

Inlet Fitting | Conax SW 3934 N/A k/A 1C41-F004A 1992 " Replacement N/A

I
Tripper Body Conam * N/A N/A 1C41-F004A * Replaced N/T

Trigger Body Conax Sh 3940 N/A N/A 1C41-F 004A 1992 " Replacernent N/A

7. Description Ct ess 1 Rept acement, reptated cristino ecreenents with new af ter erot esive firino. * = Per u 5
8. Tests Corsbeted: |_jmycrostatic |_j Pneunatic jij koraal Operating Pressure |10ther visual

Pressure 1044 osi f est Tenp. Am. Deg. F
9. Kernarks Code Data Report on file at tasalte County Station. " = Reet atement coroonents constructed to ALME

( Applicable manuf acturer's Data Report to be Attached)
Section 111. Ct ess 1. 1977 Edition. with 577 AMene Reconciled per PTE 68-161 on file et tasat te CortY<

5tation.

'
CERTIFICATION OF CNPLI AkCE

We certif y that the statements sede in thi report are correct and this Reetatement conf orins to
Section XI of the ASME Code. (repair or replacement)

Signed 1 '' I , 1993
(Over or Owner's%ege) k (Titte) (Date)

CERTIFICATION OF IESPECTION

I, the mdersigned, holding a valid car'rnission issued by the kational Board of Boller and Pressure vesset
Inspectors ard the State or Province of It tinois enployed by Portf ord Steam Bot t er Inse. & Ins. Co, of

Martford. CT. have inspected the R epl acement described in this Report on 7 " =* * ,19 19,, |
4 (R ep or Rept.)
| and state that to the best of ny knowledge and belief, this repair or replacement has been constructed in I

accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enployer )askes any warranty, expressed or inplied, concerning the repair or replacement described in this Report. 4

Furthermore, neither the inspector nor his enptcyer shalt te liable in any a.anner for any personal injury or
property damage or a (ou of y k' -i i f rom or connected with this inspection. I

4 1- V acaa W
Date J #G /93 / John R. tetreault Conrnissions IL 1416 W.14

' (Inspector) (State or Province, hational Board)

.

T

l
___ __
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NUCLEAR PARTS AND APPURTENANCES *
As Required by the Provisions of the ASME Code, Section lit, Division 1

N:t To Exceed One Day's Production p. I e, 1

Conax Buf falo Corporation, 2300 Walden Ave., Buffalo, NY 14225,, w,c,,,,a w ,,,,,,%
. e. . c e en

z w .no,.ctor ,a io, Commonwealth Edison Co.. P.O. Box 767 Chicago, IL 60690
e. -

3. Locat.on of .nstanation tasalle Station #1, Marseilles, IL 61341
e es. set,

4 Type N38017 Rev. E __SA479 304SST 75 ISI N/A 1992
.e -, me. . .see . e.,0 e.,, , ice =, e.

5 ASME Code. Section ill 77 S77 1 N/A
.e...e 2, e, .com. ce.e .,e ,

6 Fabncated in accordance with Const Spec. (Div 2 only) N/A g,,,s.on n tea

7. Remarks- Inlet fitting for explosive actuated valve replacement kit for standby

licuid control system.

!
* Pressure tested at 2800 psin for 10 minutes. f

i

tength overan (ft. si in i N/A !8. Norn thsekness (in.) .040 u,n. a..,gn thickness (in.) .031 Dia.10 (ft. si in.) N/A
9. When appheable. Certdicate Holders' data reports are attached for each stem of this report;

f
!

Part or Appurtenance Nateorial Part or Appurtenance National
,

Senal Number Board No. Serial Number Board Number !

In Numerical Orcer in Numencal Orcer
1

(1) 3931 3931 (26) |
!(2) 3932 3932 (27)

(3) 3933 3933 (28)
"'' '

(4) 3934 3934 (29)
(5) 3935 3935 (30) >

(6) 3936 3936 (31)
(7) (32)
(8) (33)
(9) (34) ;

(10) (35)
(11) (36)
(12) (37)
(13) (38)
(14) (39)
(15) (40)

'

(16) (41)
(17) (42)
(18) (43) ._.

(15; (44)
(20) (45)
(21) (46)
(22) (47)
(23) (48)
(24) (49) |

(25) (50)

.

10. Dessgn pressure M00 ps. Temp. 150 .F. Hydro. test pressure *See Remarks ,,,,,,er
,

e.apa ase.ca 1

**
-_ e ensus of swit. chetcheset etuun.8 sto, he emed p weeed {1)Was a $I#3 ff 11. Is) stes. states St.be884B I and 3 em .nse .336.R.W84 metshiete$ en cert sheet. j)D Goth

ehmet e aussioneses osed tus. ear of shese m .cos.eas as ese et Wue to.st. and tel asesi _ _ J ehmet she8 he supied .y the Cm'stenus Messe. and se A881 |ts/s33 the e e etocoaon =e, e. e.eemed e.nei on t>.m. on.t., aseet. ses E atin si.. no. vs.a. e, y i0017

!
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FORM N 1(back) <

CERTIFICATE OF DESIGN f[
i!

p E. state CA nog no 15587 {
'

Design specifications certifm! ey Clyde T. Nieh
-

;:

Design report cerut ed by Francis J. Domino aeg no 36832 !P E state NY
. . n c.o , !

i
S

CERTIFICATE OF SHOP COMPLtANCE {
i

We certify that the statements mace m this report are correct and that this (these) Inlet Fitting j
conform to the .uies of construcbon of the ASME Coco Section ill |

l

ASME Certifscate of Authorization no N-1850 Empires September 2, 1992 :

Date 3 d d 94ame Conax h Ha b Corpora & n s,gn.o , ,u+-
.-c.,...., u . . ,

.

James G. Schraven. 0.A. Manaper *

,

CERTIFICATE OF 5 HOP INSPECTION ,[

I, the undersigned holdmg a valid commission issued tW the National Board of Boeter and Pressure Vesset inspectors and the state or pro-
ine ot New York H$BI & I Co..no empiorea ey t

of Hartford, CT na,e ,nspected these items desenbod m this data report on h# -O '
and state that to tne

best of my knowledge and behef, the Certificate Molder has fabricated these parts or appurtenances in accorcance with the ASME Code. !
Section all. Each part listed has been authonrod for stamping on the date shown above. *.
By signmg this certificate. neither the mspector nor his employer makes any warranty, espressed or emplied. conceming the eQu'oment 4

desertbed in this data report. Furthermore, neither the inspector nor his employer shall be liable en any manner for any personal ansury or
property damage or loss of any kind artsmg from or connected wrth this mspection.

,

Date 8N' N Stoned = Commisssons MM
. . _ _ _ , ~,.i__ . .. w .

s

!
i

!

I

t

|

I
h

.

I

i

i
.

|

i

- !

|
:
|
!

!
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NUCLEAR PARTS AND APPURTENANCES *
As Required by the Provisions of the ASME Code, Section lit, Division 1

N:t To Exceed One Day's Production P. 1 et 1

1. uanutectured end eertined try Jonax Buffalo Corporation, 2300 Walden Ave. , Buf falo, NY 14225
fmWom epis empene et esPavettene stesesf)

2. Manutsetured to, Co=:nonwealth Edison Co. , P.O. Box 767, Chicago, IL 60690
in e.e.ee. e, maan-3

3 Location of instasiation 1asalle Station #1, Marseilles, IL 61341
f A488te Gas espon81

4. Typ, N20000, Rev. F SA479 304SST 75 KSI N/A 1992
..e-., as . . i esec .te i n.-e e . ,e . ice =i . e, m.,,,,,

5 ASME Code. Section lit- 77 S77 I N/A
.ea, .e eei .e.e., scesecase.e,

6 Fabricateo in accordance vinth Const. Spec. (Div. 2 only) N/A g,y,s on n tea
nm.e >

7. Remarks: Trigger body subassembly for explosive actuated valve replacement kit for

standby liquid control system. Para. NB2121 (b) is applicable to ram.

* Pressure tested at 2800 psig for 10 minutes.

8. Nom. thickness (in.) * NMgn thickness (in ) Dia. ID (ft. & en.) Length overall(ft. & in.)
9. When applicable. Certsfscate Holders' data reports are attached for asch stem of this report:

Part or Appurtenance National Part or Appurtenanca Nat6onal
Sortal Number Board No. Sortal Number Board Number

in Numer6 cal Or$er en Numencal Oroer -

(1) 3937 3937 (26)
(2) 3938 3938 (27)
(3) 3939 3939 (28)
(4) 3940 3940 "

(29)
(5) 3941 3941 (30)
(6) 3942 3942 (31)
(7) (32)
(8) (33)
(9) (34)
(10) (35)
(11) (36)
(12) (37)
(13) (38)
(14) (39)
(15) (40)
(16) (41)
(17) (42)
(18) (43)
(19) (44)
(20) (45)
(21) (46)
(22) (47)
(23) (48)
(24) (49)
(25) (50)

~

10. Dessgn pressure 1400 ps Temp. 150 eF. Hydro. test pressure %ee hws ,, ,,,, o g
fru#tr4 g'pr-- 91

*$ _ esotervueetumet et $lgren elf hete_ gustoften der Grousqugs gutet og esame progpques (1| enge e $ % F 11.(2)setesquiemen en gemens 2 esed 3 mm ghee gr -1 gje . > 64 u v(en gegen sheet,()e essen
enest e ensommeses ases -- _ et asuneen e esseeees GI sep er see Gesen. Gad fel asen eerseesief sheet shoe he ess'4 ter she Carefueses 90esear . A w 18.'
46/S3) Thes toren (200040s essey te mesener A tresin stie osms oopt A.s. 4 A 4P tois, vest. N Y 10017.

.L '
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FORM N 1(back)

CERTIFICATE OF DESION I

Design specificat6ons Certifws by C1vde T. Nieh o E state CA p.; np 15587

Design report * Certified by Francis J. Domino P E. state U 36632n g noo
. . . . . _ .

.

CERTIFICATE OF SHOP COMPT.1ANCE

We Certify that the statements made m this report are Correct and that this (thessi Trinner Body Subassemb1v
Conform to the rules of Construction of the ASME Code. Sect.on att

ASME CertifsCate of Authorszatson no. N 1850 Empires September 2, 1992

Date 3 ~ '' O EName Ennar h ffaln Corecration Signed *
+,,C.,,,_<, o -

James d M. . 0.A. Managerc raven.
-

1

t

CERTIFICATE OF SHOP INSPECTION
i

I, the undersigned. holdmg a waisc Commisseon issued by the Nationa! Board C,f Soveer and Pressure Vesselinspectors and the state or pro-
t

ince of New York and empioyed by HSBI & I Co. '

of Hartford. CT have inspectee these items oesenbod m this data report on 7 * 26 ~9b and state that to the
best of fDy knowledge and beleef. the CertifsCate Holder has fabr:Cated these parts or appurtenances m aCCordance with the ASME Code, '

Section Ill. EaCh part listed has been authorized for stamping on the date shown above.
,

By signing this CeftsftCate, netther the anspoClor not his employer makes any warTanty, expressed or emplied, Concernmg the eQulDment
desCrtbed in this data report. Furthermore, nesther the inspector nor his emokryor shall be liable in any manner for any personal mjury or fproperty damage or loss of any kend artsang from or Connected with this anspecteort. '

Date N M Sign Commessions //NW_ _ . _ - . ._. = .,_.w. ,.

r

,

p

i

9
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FORM ulS-2 OWNER'S REPORV 0F REPAIR OR REPLACEMENT
As ReqJired by the Provisions of Asst C. ode Section XI,

i

1. Owner Conronweat th Edison Conceav Dete 1/21/93
(hame)

Che F i rs t w a t i ona l P t a r e . Ch i c eco. I t . 60690 Sheet i of 2
(Aodress)

2. Plant,g3st te Comtv Wueteer Station Unitj t-06670
(hame) Repair Organization, P.O. ko., Job ko., etc.

2601 W. 21st. Rd. morselties_ 1I. 61341
(Aodress)

3. Work Performed by mechanical maintenance Type Code Syecot Stanp W/A
(name) Authoriastion No. w/A

mechanical maintenance Expiration Date e/a
(Aosress)

4 Identification of System (FV) Feedwster
5. (a) Amticable Construction Ccce Sect. 111 1974 Edition w74 Adoenoa, Code Cases 1516-1. 1567. 16f2

(b) Amticable Edition of Section XI Utitired for Repairs or Reptacemente 19L, WBO Ad, Cooe Cases none
6. Identification of Conponenta Repeired or Reptaced, ard Reptacement Conponents

kame of Name of Mfrs. Ser. katet CRN Other tear Repaired ASME Code
Conponent Mfr. ko. Ed. No. loenti- Built Replaced, Stanced

No. fication Replacement (Yes or No)

(4) Stuf fing Box Anchor -

S t4s Darling * W/A k/A 1821-rC32A * R eplaced N/A

(2) Stuf fing Box A&G

Studs Engineering Ht. Code LPZ W/A N/A 1821-F032A ** Replacement N/A

7. Description Class 1 eeotacement. * = Per N-5 Code Data Pecort on file at tatat te Comtv Station.
j_jnyorostatic |T2 | Pnematic |1| koraal Operating Pressure jjother8. Tests Conducted:

Pressure 10 - osi test tene. Ane. Deg. F
9. Remarks ** = Reotecenent Studs with heat Codes of tP2 and F1 as wet I as pent acement Wuts of West Code El are

( Applicable Maruf acturer's Data Report to be Attached)
ASME Section 111 Class 1.1989 Ed. We Ad. which have teen reconciled to the ASME Section til. Class 1.1974
Edition. W74 Ad. Originat Construction Cooe ocr the Conynonwealth Edison Nuclear F astener Staccaros, the
Rectacecent Stud of heat Cooe D00, is ASuE Section Ill. Class 1 1986 Ed. No Ad. which has teen
reconctied to the 1974 Ed.. w74 Ad. oer Part technical Evaluation L93-003 001. Beta the PtE and the
Festener Standards are on file at LaSalle Comtv Station.

CERTIFICA110N OF COMPLIANC1

ke certify that the statements nede in this report are correct and this Replacement conforms to
Section El of the ASME Code. (repair or replacement)

Signed bY d'i , 1993
(Owner or Gernej s Designee) * (litte) (Date)

CERTIflCAT10N OF INSPECTIDW

1, the moersigred, holding a valid connission issued by the National Board of Boiler and Pressure Vessel
Inspectors and the State or Province of It tinois , enployed by Hartford Steam Boiler Inso. 8 Ins. Co. of

eartford. CT. have inspected the R eol ac ement descrited in this Report on / 'J > ,1993
(kep. or Rept.)

and state that to the best of my knowledge and belief, this repair or replacement has been constructed in
accordance with Section XI of the ASME Cooe. By signing this certificate, neither the inspector nor his encloyer
n.akes any warranty, expressed or inplied, concerning the repair or replacenent described in this Report.
Furthermore, neither the inspector nor his enployer shall be liable in any manner for any personal injury or
property damage or a loss o arr k i om r corrected with this inspection.

Date 3 E2N93 An R. Tetresult Comissiors it 1416 N.I
' (Inspector) (State or Province, hational Board)

3

.
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FORM NIS-2 SUPPLEMENTAL SHEET

1. Owner: Commonwealth Edison Company Sheet 2 of 2
One First National Plaza Date 1/21/93
Chicago, Illinois 60690 Unit 1

2. Plant: LaSalle County Station
2601 N. 21st. Rd.
Marseilles, Illinois 61341 L-06670

P. O. No., WR No., ets.

3. Work Performed by: Mechanical Maint. Type Code Symbol Stamp N/A
Name Authorization No. N/A

Mechanical Maintenance Expiration Date N/A
Address

4. Identification of System (FW) Feedwater

Sa. Applicable Construction Code Sect. III1974 EditionW74 Addenda Code Cases 1516-1,
,

1567, 1682

Sb. Applicable Edition of Section XI utilized 1980 Edition Winter 1980 Addenda

6. Identification of Components Repaired or Replaced and Replacement Components.

ASKE
Code

National Repaired, Stamped
Name of Name of Manufacturer Board Other Year Replaced (Yes
Component Manufacturer Serial No. No. Identification Built or Replacement or No)
(1) Stuf f:.ng

Box Stud Cardinal Ht. Code F1 N/A IB21-F032A ** Replacement N/A-

(1) Stuffing
Box Stud A&G Engr. Ht. Code DOQ N/A IB21-F032A ** Replacement N/A

.

(4) Hex
Nuts Anchor Darling N/A IB21-F032A ** Replaced N/A

:
r

(4) Hex
Nuts Cardinal Ht. Code El N/A 1B21-F032A ** Replacement N/A

,

a



. - - - - - . - - . - . - - . . . . - -

FORQ kit 2 OWWER'S REPC2T OF REPAIR OR REPLACDEDT
As ReqJired by the Provisions of ASME Code Section XI

1. Owner Comnnweetth Edison Cononny Date 1/7/93
~i

(name)
One first kotional Plate. Chiceno. f t. 60690 Sheet 1 of 1

(Amress)
2. Plant teiet te County wueteor station t) nit 1 t-01692

(kame) Repair Organtastion, P.O. he., Job ho., etc. t

2601 W. 21st. Rd. Marseit tes. f t . 61341
(Aa$ress) ,

3. Work Perf ormed by mechanicet Maintenance Type Code symbot stamp W/A 6

(hame) Authorization No. W/a
mechanical meintenance Expiration Date h/A '

(Aeress)
4 Identification of System (FW) Fee < hater

.

!5. (s) Applicable construction Cooe Sect. ill 1974 Edition W74 Aasende, Cooe Cases 1516-1. 1567. 1682'
(b) Applicable Edition of Section XI Utit szed for Repairs or Reptocaments-1980 W80 Ad. Cooe Cases mone

'

6. toentification of Conpanents Repaired or Reptoced, and Replacement Components >

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME Code
Component Mfr. No. Bd. No. Identi- Suilt Replaced, Stamped i

No. fication Reptocement (Yes or uo),

il

"
(2) Stuffing Boa Anchor -

Studs Carling * N/A h/A 1E51-F066 * Replaced N/A

- ,

'

(2) stuffing Box !

j Stuos Ronson Mt. Code C89 k/A N/A 1E51-F066 ** Replacement N/A
1

h

i r

1

J 7. Description Class 1 Reetacewt. * a Per N-5 Code Date Report on file et t asat t e Comtv station.
8. Tests Con beted:

jJMydrostatic |T2-| Pnetsnatic j,JL| hormat Operating Pressure j_|OtherPressure 10 osi test Temp. Ane. Des. F
9. Remarks ** * Replacement Studs have t een reconcited to the Oricinal Code of Construction per the Convnonweet th

( Applicable Manuf acturer's Data Report to be Attachec)4

] Edison Nucteer Festener Standards which are on file et la5at te Comtv Station.. .

!
a CERTIF1 CATION OF COMPLI ANCE
i (

We certify that the statements made in this report are correct and this Replacement conforms to'

section XI of the ASME Code. (repair or replacement)

C } FN
'

signed / , 1993,

(Owner or Owne'r's Cesignee) (Title) (Date)

{ CERTIFICATION OF INSPECT 10W
.

,

j I, the undersigned, holding a valid connission issued by the Wational Board of Boiler and Pressure vesset '

Inspectors and the State or Province of I t t inois enotoyed by Hertf ord Steam Boiler inso. & Ins. Co. of<

] Hertford, CT. have inspected the R epi ne cment described in this Report on 8 *M ,1993
' (R ep. or R ep t . )

ard state that to the best of sry knowledge and belief, this repair or replacement has been constructed in
j accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enployer
'

makes any warranty, expressed or implied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his enployer shall be liable in any manner for any personal injury or i

property damage or a lose)of y f r connected with this inspection. !

Date 3 //5793
j #p J n Tetresult Connissions IL 1416 W.!.

;
(Inspector) (State or Province, kational Board) '

"
i

5
;

e

d

,d

|

.

1

. . _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ .
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FORM NIS 2 OWNER'S REPORT OF REPA!R OR REPLACEMENT
As Rewired by the Provisions of ASpE Code Sectier: Y!

1. Owner Conynonwealth Edison Comparv Date 12/2/92 [
- (Name)

One First National Ptera. Chicene.11. 60690 sheet 1 of 1 ;

(Adoress) !

2. Plant teSat t e Ceety Wueteer Station Unit,J t-90027
(hame) Repair Organization, P.O. No., Job ho., etc.

R.R. #1. Box 220 marseiltes. 11. 61341
(Adoress)

3. Work Perf ormed by UEEC Catalytic Type Code Syncot Stano N/A *

theme) Authoritation ho. N/A r

Box 59 Merseilles it . 61341 Expiratiori Cate N/A i

(Aadress) !

4 Identification of System (IT) Reactor Water Ctesn-Up
5. (a) Applicable construction Coor Amst 831.7 1969 Edition __ho Addenas, Cooe cases mone ,

"

(b) Applicable Edition of Section El Utilized for Repairs or Replacements-19L WBO Ad, Code Cases None
i6. loentification of Components Repaired or Replaced, and Replacement Components
!

Eame of Name of Mfrs. Ser, kat*t CRN Other Year Repaired ASME Code
'

Corponent Mfr. ho. Bd. No. Identi- Built Replaced, Stamped
ho, fication Replacement (Tes or ho)

Load Stud korrison Const. N/A N/A N/A RT01-10875 * Replaced N/A

'Load Stud PSA N/A N/A N/A RT01-10875 1988 Replacement N/A

f

!

Pivot Pin Morrison Const. N/A N/A N/A RT01-1100$ Replaced N/A |
*

Pivot Pin PSA N/A N/A N/A RT01-1100$ 1986 Replacement N/A

[

7. Description Ct ess 1 Reotecement. Reet aced Lc.ed Stud for sert RT01-10875 and Pivot Pin for RT01-1100s. I

8. Tests Conductec: |_|Mycrostatic j.__| Pnetsnatic |J hormat Operating Pressure j.Ljother visual Exam. *

I Pressure osi t es t T emp. Deg. F
9. Remarks * = Per Oricinet Construction Installation Specification J-2530.

(Applicable Manuf acturer's Data Report to be Attached)
i

!

CERTIFICATION OF C:MPLI ANCE

We certify that the statements made in this report are correct and this Replacement conforms to ,

Section XI of the ASME Code. (repair or replacement)

$igned b/f d , 1993*

(Owner or Owner's DesiB:We) (Title) (Date) j
1

! CERTIFICATION OF INSPECT!CM '

I, the mdersigned, holding a valid comission issued by the National Board of Boiler and Pressure Vesset
Inspectors and the State or Province of Illinois , employed by Hartford Steam Boiler Inso. 8 Ins. Co. of

] Hartford. CT. have inspected the teotecemert described in this Report on 3-/ ,1993
'(Rep. or Rept.)

and state that to the best of my knowledge and belief, this repair or replacement has been constructed in4

accordance alth Section XI of the ASME Code. By signing this certificate, neither the inspector nor his employer
makes any marranty, expressed or implied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his enotoyer shall be liable in any manner for any personal injury or
property damage or a los f ki yisjng f rom or connected with this inspection. ,

d bd M ,C P
Date 3 / / /93 / John R. Tetresult Commissions it 1416 N.I

" (Inspector) (State or Province, National Board)
W

I

|

.

i
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FORO Nis-2 OWWER'$ REPORT OF RIPA!R OR REPLACEMEOT
As Recpired try the Provisions of ASE Code Section Il

1. Owner Conrnonwealth Edison Conceny Date 1/9/93
( hame)

the First kational Ptera. Chicaoo f t. 60690 $heet 1 of 2
( Actsres s)

2. Plant t asat te Comtv Wuclear Station Unitj 1-09922
(kame) Repair Organization, P.O. no., Job ko., etc.

R.R. ft. Ben 220 merseittes ft. 61341
( Acuress)

3. Work Performed try (ELC Catalytic type Cocne Synibot Stamp N/a
(wame) Authoritation ko. W/A

Ber 59 Narseilles It. 61341 Expiration Date W/A
( Ack2ress)

4. Identification of Systest (hB) Wuclear Beller
5. (a) Applicable Construction Cooe Amst 631.7 1960 Edition wo Aodenda, Cooe cases Wone

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19L, WBO Ad, Code Cases None
6. Identification of Conponents Repaired or Replaced, and Replacement Conponents

,

kame of Name of Ntrs. ser. hat'l CEN Other Year Repaired ASME Code
Conponent Mfr. No. Bd. No. Identi- Built Replaced, Stamped !

ho. fication Replacement (Yes or No)

Mech. Snubber PSA 4084 N/A N/A '

NE13-10035 * Replaced N/A

Hydraulic sndter Lisega 61218/138 N/A N/A . kE13-10035 1992 Replacement N/A i

Clanp Load Stud PSA N/A N/A N/A bS13-10035 * Replaced N/A

Clanp Load Pin Nova Mt. # B61499 N/A N/A ht. Code F7L 1992 Replacement N/A

Brkt. Load Pin PSA N/A N/A N/A us13-10035 * Replaced N/A

Brkt. Load Pin kova Ht. # 861499 N/A N/A Nt. Code F5L 1992 Replacement N/A

i

7. Description Class 1 Reot acement. Replaced mechanicat Srshbee with Hydraulic snubber and reot aced harchare.
8. Tests Conducted: |J Hycrostatic |,,,_| Pnewnatic |J korwal Operating Pressure j,J_|Other Visual Exas.

Pressure psi test Tamp. Deg. F
9. Remarks * = Per original Construction Instat tation Soccification J-2530. and f abrication spec. J-2918. See

( Applicable Manuf acturer's Data Report to be Attached)
f orm h!5-2 Strotementet Sheet f or additional reotacement items.

CERTIFICATION OF COMPLI ANCE

We certify that the statements made in this report are correct and this R eet acement conf orms to >

5ection XI of the ASME Code. (repair or replacement)

Signed d , 1993
(Owner or Owner *s Desigood (TitIe) (Dete)"

CERTIFICATION OF INSPECT!Du

I, the tridersigned, holding a valid connission issued by the National Board of Boiler and Pressure Vesset
Inspectors and the State or Province of It tinois , emptcryed 17y Hartf ord Stearn Bot t er Inc.o. 8 ins. Co. of

Hartford. CT. have inspected the Replacc e t oescribed in this Report on 3~! ,1993
(Rep. or Rept.)

and state that to the best of my knowledge and belief, this repair or replacement has been constructed in
accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enployer

,

makes any warranty, expressed or inplied, concerning the repair or replacement described in this Report.
Furtherinore, neither the inspector nor his enployer shall be liable in any manner for any personel injury or
property damage or a loss')of 'y from connected with this inspection.

Tetreau f Commiss ions il 1416 N.IDate 3 / //93 J n
(Inspector) (State or Province, National Board)

I

i

_ __ _-__ - _ - _ _ _ _ _ _ _ - _ _ - _ _ _ _ - _ _ _ _ _ _ _ _ _ _ _ _ - _ _ _ _ _ .
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FORM NIS-2 SUPPLEMENTAL SHEET

1. Owner: Commonwealth Edison Company Sheet 2 of 2
One First National Plaza Date 1/9/93
Chicago, Illinois 60690 Unit 1

1

2. Plants LaSalle County Station !
'

2601 N. 21st. Rd.
Marseilles, Illinois 61341 L-09922

P. O. No., WR No., etc.

3. Work Performed by: UECC Catalytic Type Code Symbol Stamp N/A
Name Authorization No. N/A

P.O. Box 59 Marseilles II. 61341 Expiration Date N/A !

Address

4. Identification of System (NB) Nuclear Boiler

Sa. Applicable Construction Code ANSI B31.7 1969 Edition No
_ Addenda;

Sb. Applicable Edition of Section XI utilized 1980 Edition Winter 1980 Addenda!
!

6. Identification of Components Repaired or Replaced and Replacement Components.
,

.;

ASME
Code

National Repaired, Stamped!
Name of Name of Manufacturer Board Other Year Replaced (Yes ,

Component Manufacturer Serial No. No. Identification Built or Replacement or No)

(4) !

Restraint
Bushings Lisega N/A N/A NB13-1003S 1992 Replacement N/A +

,

|

:

!

i

|

!

[

t

I

i
t

P



FOR;I Nis-2 OWNER's REPORT OF REPAIR OR REPLACEMENT
As Rewired by the Provisions of A5pE Code Section XI

1. Owner Consnorwestth Edison Conceny Date 1/9/93
(hame)

One First National Piere. Chicsoo. ft. 60690 Sheet i of 1

( Ack$ress)
2. PlantjeSetle Comtv muelesr Station Uni t._1, 1-09912

(kame) Repair Organization, P.O. ho., Job ho., etc.
R.R. *1. Box 220 marseilles. It . 61341

(Address)
3. Work Perf ormed by UE&C Catalytic Type Code Systsol $ tamp N/A

(name) Authorization No. M/A
Box 59 marseittes It. 61341 Expiraticri Date w/A

( Address)
4 Identification of System (el) Reactor Core Isolation Coolinst
5. (a) Applicable Construction Code Aksi 831.7 1969 Edition to Addende, Cooe cases mone

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements-19L.WBO Ad, Code Cases None
6. IdentIficetion of Components Repeirad or Reptaced, and Reptacement Components

Name of Name of Mfrs. Ser. Nat'l CRN Other Year Repaired ASME CodeConponent Mfr. No. Bd. Wo. Ident 1- SuiIt Reptseed, $tasped
ho. fication Replacement (Yes or 30)

iMech. Snubber PSA 2139 N/A N/A R124-11225 * Replaced N/A

Hydraulic Snubber Lisega 61252/61 N/A N/A R124-1122$ 1992 Replacement N/A
>

kech. Snubber PSA 15006 N/A N/A R124-11225 * Replaced N/A

Mydraulic Snubber Lisese 61252/62 N/A N/A R124-1122s 1992 Replacement N/A

(4) Brkt. Load Pins PSA N/A N/A N/A RI24-1122$ * Replaced N/A !

(4) Brkt. Load Pi hove Mt. Code Flu N/A N/A R124 11225 1992 Replacement N/A ,

7. Description Ct ess 1 Reet acement. Rect oced Mechw ical Sntebers (2) with sydraulic snubbers (2). Also Reotacedn
8. Tests Con Acted: |JHydrostatic jj Pneumatic |J Wormal Operating Pressure Q[0ther Visual Exam.

Pressure pi test Temp. Deg. F
9. Remarks associated hardware. * = Per oricinal Construction Specification J-2530. and Fabrication Spee.

( Applicable Manuf acturer's Data Report to be Attached)
J-2918.

f-

CERTIFICATION OF COMPLI AkCE t

I

We certify that the statements made in this report are correct ard this Reelecement conforms to
Section XI of the ASME Code. (repair or replacement)

^Signed
- l' Y , 1993

(Owner trFyr's Designee) V (Title) (Date)

CERTIFICATION of Ik$PECT10W

?I, the undersigned, Solding a valid comission issued by the National Board of Boller and Pressure vessel ~

Inspectors and the State or Province of Ittinois , enployed by Nortford Steam Boiler Inso. & Ins. Co. of

Martford CT. have inspected the neolacement described in this Report on 3^MU 1993
'

(Rep. or kept.)
and state that to the best of my knowledge ard belief, this repelr or reptscement has been constructed in

i
accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enployer
makes any warranty, expressed or implied, concerning the repair or replacement described in this Report.
furthernere, neither the inspector nor his enployer shall be liable in any manner for any personal injury or -p

property damage or a toss of y om r connected with this inspection.

Date 8 /J V93
~

fTetresultJ n Comissions IL 1416 N.I r7 (Inspector) (State or Province, National Board) {

i

i

!

$

i

,

. - - _- - _ _ _ _ . - _ - - _ _ _ .-____ - - - - - ___._____-_-__.__1
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FORM NIS-2 OWWER'S REPC3T OR REPLACEMEat
As ReQJired by the Provisions 07 ASDE Code Section XI

i
'1. Owner Corsarrwealth Edison Cornoany Date 1/14/93

(Name) !

Che First Wational Ptera Chicano f t. 60600 sheet 1 of 1;

(Aodress)
2. Plant tasatte County Wuclear station unit I t-12613

theme) Repair Organization, P.O. No., Job ko., etc. .

2601 u. 21st. Rd. Marseilles.11. 61341 !
(Address)

3. Work Perf ormed by mechanical Maintenance Type Code Syetiol Stamp W/A
(hame) Autteorization ko. N/a

mechanical maintenance Expiration Cate w/A
( Ack2ress)

4 Identification of systam fRM) Residaat Heat Removal
5. (a) Applicable Construction Cooe Sect. li! 1976 Edition $75 Addenda, Cooe Cases hone

,

(b) Applicable Edition of section XI utilized for Repairs or Replacements-19).0_, WBO Ad, Cooe Cases hone
6. Identification of Components Repaired or Replaced, and Reptocement Components

'
Name of kame of Mfrs. Ser. Nat'l CRW Other Year Repaired ASME Code

Conponent Mfr. ko. Bd. No. Identi- Built Replaced, Stamped
ko. fication Replacement (Yes or No)

SRV mozzle Crosby N/A N/A 1E12-F018 ** Replaced N/A
!

SRV Nozzle Crosby W90632 42-00lb N/A N/A 1E12-F018 1989 Replacent t N/A

$RV Spindle Assy. Crosby N/A N/A 1E12-F018 ** Replaced N/A |
)

$RV Spindle Assy. CrosDy K57222 43-0019 N/A N/A 1E12-F018 1989 Replacement N/A4

$RV Disc Insert Crosby * W/A N/A 1E12-F018 * Replaced N/Ai

SRV Disc Insert Crosby k91890-94001|| h/A N/A 1E12-F018 1989 Replacement N/A ,

,

7. Description _C'ess 2 Replacement. * = o r W-5 Code Data Report on File At tasat te Comty $tatione e

j,,_|Mycrostatic|TIO| Pneunatic |1| hormat Operating Pressure jl|Other System Imctional |8. Tests Condac'ed:
Pressure Dsi test Tamp. Amb. Deg. F '

9. Remarks
( Aglicable manuf acturer's cata Report to be Attached) ;

a

CERilFICATION OF COMPLI ANCE,

i
We certify that the statements mah in this report are correct and this Replacement conforms to i
Section XI of the ASME Code. (repair or replacement)

''

signed bE 3'M , 1993
(Owner or Og # s Designee) (1itte) (Date)'

,

CERTIFICATION OF ikSPECTIDW
e

I, the undersigned, holding a valid corsaission issued by the National Board of Boiler ard Pressure Vessel
inspectors and the State or Province of lilinois , employed by Hartf ord Steam Boiler insp. & Ins. Co. of

Hartford, CT. have inspected the Replacement described in this Report on bO ,1993
(Rep. or Rept.)

and state that to the best of ary knowledge and belief, this repair or replacement has been constructed in
,

a accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his employer '

makes any warranty, expressed or inplied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his ernployer shall be liable in any manner for any perso7L injury or [
property damage or a 103 o 'any ind arfsing from pr connected with this inspection. i

#
L ,

"Date V /d/93 . Tiru au Corsaissions it 1416 w.1
.'

'

/ (Inspector) (State or Province, kational Board)

. !
,

b

o

i

i

!
;

- - - - - - - - _ . .- - - - _ - - _
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ATTOCHMENT B

}

FORM NIS-2 OWNER'S REPORT OF REPAIR OR REPLACEMENT !

As' Required by the Provisions of ASME Code Section XI I
i

!

1. Owner Commonwestth Fdision Concany Date 4/3/91 [
(Name) I

'One first untional Ptera. Chicano it. 60600 sheet 1 of 1
( Address) t-79939 t

2. Plant tasat te County Nuclear Station Unit i Repair Org., P.O. No., Job No., etc. '

(Name)
R.e. *1. Box 2?O Merseilles. It 61341 Type code tyubot stenp N/A ;

(Address) ;

3. Work Performed by UE & C Catalytic Authorization No. N/A !
(Name) !

P.O. 59. Marseit ies. f t . 61341 Expiration Date N/A {
(Ack3ress) ;

4 Identification of System Residuel Heat memovet (RM)
3

5. (a) Applicable Construction Code Sect. Ill 19 * Edition * Addende, Code Cases: ;*

(b) Applicable Edition of Section XI utilized f or Repairs or Replacements- 1980. WBO Addenda 1

6. Identification of Conponents Repaired or Replaced, and Replacement Conponents }

'

Name of Name of Mfrs. Ser. Nat't. CRN Other Veer Repaired, ASME Code
Cornponent Mir. No. Bd. No. Identi* Built Replaced, Staaped :

No. fication Replacement (tes or NO) !
Double-Block' Anderson 1E12-F369A
Vent Valve Creenwood ** W/A N/A & " Replaced Yes !

1E12 F370A |

-Coubte B1ock~ Anderson 1E12-F369A !

Vent valve Greenwood W25916 N/A N/A & 1990 Replacement Yes 1
1E12-F37CA .s

|
t

,

7. Description Ct ess 2 Reet acement " = Per N-5 Code Data Recoet on File At tasatte comty station ,

8. T es t s Cors:suc t ed: | K,j hydrcs t a t i c _|PneumaticL|NominalOperattagPressure|_|Other
'

Pressure 23 osi Test Tenp. Anb. peg. F
9. Remarks * = ASME Section III 1974 Ed. W75 Ad. Viv. Dise Mett. 1974 Ed. 576 Ad. Reconciled Per PTE-90 06-0617 .

(Applicable Manuf acturer's Data Reports to be Attac+.ed)
:

Part Technicet Evelvetion (PTE) 90-06 0617 is etso on rite At tasatte Comty Station
{
f
t

CERTIFICATION OF COMPLI ANCE |
f iWe certify that esj nen de in this report are correct and this Repl acement conforens to f.

Section XI of ae At od (repair or replacement) !

$lgned Mt AI 8 M bb 19 b,

f' (l/pr or Owner's Designee) (Title) (Date) '

,

[#_ CER11FICATION CF INSPECTION

I, the undersigned, holding a valid connision issued by the National Board of Boller and Pressure Yesset j
. Inspectors and the State or Province of Illinois, enptoyed by Martford Steam Boiter Inso. & Ins. of Hartford. CT
!

, have inspected the Reel ecenent described in this Report on 7 744/. ,1992 ~ i
a (Rep. or Rept.) t

and state that to the best of avy knowledge and belief, this repair or replacement has been constructed in
accordance with section XI of the ASME Code. By signing this certificate, neither the inspector nor his enployer |makes any warranty, expressed or implied, concerning the repair or replacement described in this Report. 6

Furthermore, neither the inspector nor his enployer shall be liable in any manner for any personal injury or j

; property damage or a toss of ,ny ising i om or connected with this inspection. '

s /Dateo/ /e7/92 John R. etreeutt Connissions IL 1416 N.I
(Inspector) (state or Province, National Board) |

I

i

h

!

|

|
-

,

!
,

*
. . _ _ . , _. _,_
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Rre a c_erc e pg g ,, 3
.

JWUFACTURERS' DATA REPORT FOR E JAR PUMPS On VALyts*S/0 7.8124.01FORM NPY 1
(As ReyM try the Provisions of the ASME Code. Secuen IE. Div.1) en ' " 9686

A_nderson, Greenwood & Co. 5425 S. Rict_AYL_ liqui 1Qn _H.l7Q6L
*

1. u.nuesauce, p, mm w as.w = = ---> j

2. M.nuteaured for _Cgunonwela th idison Co. . P.O. Box 767. Chicago. IL 60690
imeme ens Aeesee er eu enseer er o-nori M. 71%ti Rd Marteillet. 11 61341r

2. ucat.on orinsterst>on La Salle Juelear staion 2601 '

(mems one Asereens 1-1/2___ _ outiet sin _3/4Valve .
. Nom,n.i inwt See __

*

enusu t.ncas4. puma or y,h,

tal Model No ~ (b) Menef acturers' (c) Canaden

Senes No. Senel Registration (d) Drevnng (f) Nort ig) Year

or Type h No. No. tel Caos 8d. No. Sud

ggi gigggC. N75Q16 N/A Nn't.6aRn.Enn 7 M/A loon

ER15 ?Liz)

Mt.NO# L904 M/I N
N PAGE */8 y -

i op
;

ts)

ts)

(71

(El

(91

(101

5. mnse oescription of W ser e sous=mers wee esegnem

8i78i "F or van Pressure Class onni (1)
17En poiL Desegn Condst2ons (Tempersiuros

'O g , ico F.7. Coki Working Pressure

L Pressure Retoimng Pwcas

Motenal Spec. No. Manufacturer Romerks

f Mart No.

t=- (s) CeMg

e N04-4263-001 SA217-CA15/HF AGEn nhe

O
f

O
>

O
0) .

@
_

(b) Foryngs

NO3-6334-002 SA105 Anco Andy

N04-3906-002 SA105 AGrn nnnnet Auy

(1) For manually opersted vatves on8f
'

' Supplemental sheets in form of lists, sketches or dravnngs may be used prcnnded (1) size is 8-112" x 11*. (2)informetson in
stems 1,2 and 5 on this dets report is inctuced on sech sheet, and Q) each sheet is numbered and rasmber of theon
is recor6ed et top of this form.

This form (E00037) eney be otresined from he Order Dept ASME.345 E.47 St New Yort.N.Y.10017
(3/77

_. _ _ - _ _ _ _ _ _ _ - _ _ - - - - - _ . - _ - _ - _ _ _ _ _ _ _ - _ - _ -
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. . !
FORRt NPV 1 SeeW (

.. 3m uomenn seen.me. u onue A ;-
,

|C) Soeing |

N/A
{

8

- EVAL O# L-90-0(o -06/7 i
9 80 |OFPAGE

t

. .
t
t

_

(d) Other Ports

fNG4.1075-002 SA105 AF,rn Frtantinn t

.

: I l
'

i ;
-

.

!! I '

! I
t

..

m.
s. m7drecAlt test 3350 psi. i

;

CERTFICATE OF COMPUANCE
1

We cerufy that the setements made in mis report era correct and that this pump, or volve conforms to the rules of
1974 F

construenon of the ASME Code for Nucler Power Pters Components. Season Et, Div. L fE it))fs*i,

Addenne Mone , coes case % N-345 , oe. I ia *,

i
S;gned Anderse Greenwood & Co. lems] 4. d !

'

3,y, p e.e., i < o
) Our ASME CertrAcate of Aumorinton No. N2203 N 8/4/90 w !

,

to use me w e,,,,ee
,

se awvi osaw Q =

CD !'

e !
j CERTF1 CATION OF DESIGN j

one gn insormet.on on nw et Anderson. Greenwood & Co. <

j streme ensive,s report actus onry) on sie et N/A {
i

d

J. Depen spec,Acetens certsed try tu David C. Haan |'
j PE Stan IL Aeg. so. 62-32917 !

! strose enesye. c.rur,ed t,y til J. Alan West j
'

PE Steen If Meg. No. 41731
;

(1) Signature not roouired. Uet name oney. 5

I i
'

!

CERTIFICATE OF SHOP INSPECTION
j

1. the undere gned. holding a valid commineion issued try the National Board of Boiler and Pressure Vessel inspectore
,

'

TYand me State or Province et end employed t,y C U I C- !! of Rottnn. MA
heve mopected me pump. or veeve descrities in this Dete Report on

ikb , $N 19M and state that to the best of my knowleege end belief, the Manufacturer has con.
|structed inio purno. or vetve, in accordance with the ASME Code. Section NL

Dy signing this certificate, noether the inspector rer his employer makee erry worrenty. orpressed or implied, concomsag
the equaprnent desenbod in this Date Report Furthermore. norther the inspector nor his employer ehes be siebte en any imenner for any

or property demoge or e lose of any kind one ng kom or connected with this inspectson.
,

| I/ gg D {
! |Wh Cen,nia;one N#:3. M M 7 I-- y p n u. e.,,s e . :

e,

a

i
'

..
t
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FORM NIS-2 OWWER's REPORT OF REPA!R OR REPLACEMINT
As Rewired by the Provisions of ASME Ccoe Section 11 ;

1. Owner Correnwealth Edision Corvary Date 7/10/91
(kame)

One First Wetional Plats. Chirace i t . 60600 sheet 1 of 1
6

(Asdress) L-Ot524 >

2. Plant lessite Comty hueteer Station Unit 1 Repair Org., P.O. No., Job ko., etc.
(hane)

R , R . #1. B en ??O pers ei t i es . f t . 61341 Type Code $whol Stano W/A
( AMress)

3. Work Performed by Mechanical Maintenance Authorization ko. W/A
(kame)

mechanical Maintenance Expiration Date N/A
(A eress)

4 Identification of System (MP) Nigh Preggyre Core $prpy
,

5. (a) Applicable construction Code Sect. 111 1971 Edition 5 73 Ad:lenda, Code Cases: Wone i

(b) Amlicable Edition of Section KI utitired 1or Repairs or Reptseements- 1980. VB3 addenda
6. Identification of Comonents Repaired or Rep 1aeed, and Reptacement Comonents

Name of kame of Mfrs. Ser. hat't. CRN Other Year Repaired, ASME Code
Conponent Nfr. No. Bd. No. Identi- Suilt Replaced, St anped '

No, fication Replacement (tes or WD) ,

Vtr. Leg Pmp Crane CC000996 N/A N/A 1E22 COC3 * Replaced N/A

Wtr. Leg P mp trane 002129 N/A N/A 1E22-C0C3 * Replacement N/A

i

i

7. Description teot eced SW CC000998 with rebuilt cur sw 0021?9
8. Tests Conisted:L|Mydrostatic|_jPneumatic|x,jwominal Operating Pressure (jother System Fmetional Test

Pressure 71 osi f est Tenp. Anb. Deg. F
9. Remarks AsME Class !! peot ecement.

( Applicable Manuf acturer's Data Reports to be Attached)
* = per N-5 Ccce Date 8enert on file et Lesalle Comtv Station.

CERTIFICAT10W OF COMPLIANCE

We certify that .e st nts nede in this report are correct and this R eot ecement conforms to
Section El of .e AS ~

(repair or replacement)

Signed . V/m b & A/ If N , 19
/ ' per or'0wner's Designee) (Title) (Date) '

CERTIFICAT10W OF INSPECTION

1, the tridersigned, holding a valid conunision issued by the National Board of Boller and Pressure Vesset
Inspectors and the State or Province of Illinois, enployed by Wartierd Steam Bolter Inso. 8 Ins, of Nortf ord. CT

have inspected the R eot ecement oescribed in this Report on 78M. ,199 2
(Rep. or Rept.)

and state that to the best of my knowledge and belief, this repair or replacement has been constructed in
accordance with section XI of the ASME Code. By signing this certificate, neither the inspector nor his enployer '

makes any warranty, expressed or implied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his enptoyer shall be liable in arvy manner f or any personal injury or
property damage or a toss anyfiru;l or _ from 3r connected with this inspection. .

)L-r d %Lf '

Datec/' /e 7 /92 wohn R. tet resul t Comissicns Il 1416 N.1 r

& (Inspect or) (State or Province, National SDerd)
_

!

,_ ,__ ._ _ ______ - _ _ - . - - - - - - - - - - - - - - -



FORJ NIS-2 CMfER'S REPC3T OF REPA!R OR REPLQCEMECT
As Required by SCle Provisions of A5pE Code Section XI

1. owner toremonweetth Edison Canoenv Date 9/25 /91
(hame)

One first Nationet Plaza Chicsoo ft. 60600 Sheet 1 of 1

(Address)
2. Plant te$stle Ccety Nuetear Station Unit,1 1-09088

(kame) R epair Organization, P.O. No., Job Wo., etc.
2601 W. 21st. Rd. marseilles. 11. 61341

( Actsress )
3. Work Performed by mechanicet maintenance Type Code heot Stanp N/A

(name) Authorization No. N/A
reebanical maintenance Expiration Date N/A

( Addr ess)
4. Identification of System (MP) Nich Pressure Core sorey
5. (a) Applicable Construction Cooe sect. Ill 19 71 Edition $73 Aodence, code cases sone

(b) Applicable Edition of section x1 utilized f or Repairs or Replacements-1918, WBO Ad, code Cases mane
6. Identification of Components Repaired or Replaced, and Replacement Components

I
kame of Name of Mfrs. Ser. Nat'l CRM Other Year Repaired ASME Code

'

Component Mfr. No. Bd. No. Identi- Built Replaced, Stamped f
No. fication Replacement (Yes or No) j

|
Water Leg P g trane NDC 002129 N/A N/A 1EZ2-C003 * Replaced N/A !

Water Leg Pulp Crane NDC-000998 N/A N/A 1E22-C003 * Replacement N/A

f

|

7. Description Ct ess ? Reelecement. reot eced cum SW NDC-0021?9 with rebuilt ouuo $N-000998. |

8.
Tests ConckJcted: | _ | Hydrostatic jF| Pneumatic |1| Nor1 mat Operating Pressure |,,jLjother hntionet |Pressure psi t es t Temp. Anib. Deg. F t

' 9. Reemrks * = Per N 5 Code cete Report on file et teselle Ccwty stetion.
(Amticable manuf acturer's Data Report to be Attached)

CERTIFICATION OF COMPLI ANCE

We certify that the statements made in this report are correct and this Reotecement conforms to
Section XI of the ASME Code. (repair or replacement)

' A d 1993Signed
~ (litle) (Date)(owner or Owner's(fdignee)

CERTIFICATION OF INSPECTICm

I, the tridersigned, holding a valid connission issued by the National Board of Boiler and Pressure Vesset
Inspectors and the State or Province of It tinois , enployed by Hartf ord Steam Boiler inso. 8 Ins. Co. of

Martford. CT. have inspected the R ect atement described in this Report on 3~/ ,1993
(Rep. or Rept.)

and state that to the best of my knowledge and belief, this repair or replacement has been constructed in
accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enptcyer
makes any warranty, expressed or inplied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his enployer shall be liable in any mamer f or any personal injury or
property damage or a los f any kipal arisipg f rom or connected with this inspection.

4 f C .s f
Date 3 / / /93 J n R. tetresult Connissions it 1416 N.1

'
(Inspector) (State or Province, National Board)

w.



, _ _ _
_ _ _ _ . . _ ._ _ -_ _ m __ _ __ ,_

!

,

FC2] WIS-2 OWWER's REPC3T OF REPAIR OR REPLACEMENT
As Rewired by the Provisions of asp 4E Code Section XI '

i
1. Owner Ccmimonweaith Fdison CoseanY Date 1/17/92

'

(name)
one First National Plata. Chicano. It. 60690 sheet 1 of 1 '

(Address)
2. Plant t asat te Comty Nueteor Station Unit,J L-12470

(kame) aepair Organization, P.O. No., JoD ko., etc.
2601 W. 21st. ed. Marseilles. f t. 6t341

(Aadress)
3. Work Performed by Mechaniest Maintenance Type Code Setaol Stanip W/A

(hame) Authori3ation ko. h/A
mechanical Maintenance Expiration Date N/A

(Aodress)
4. Identification of System (RCIC) Reactor Core Isolation Coot ino
5. (a) A m ticable Construction Cooe sect. Ill 19 71 Edition $73 Aar.erwas, Code Cases tone

{(b) Applicable Edition of section 11 utilized for Repairs or Reptocaments-19L, W50 Ad, Cooe Cases mone
6. Identification of Components Repaired or Replaced, and Replacement Ccaponents

Name of kame of Mfrs. Ser. Wat'l CRN Other Year Repaired ASME Code
Conponent Mfr. No. Bd. No. I denti * Bultt R ept aced, $tasped

Wo. fication Reptocament (Yes or ho)

Water Leg Pwp Crane NDC-0010C2 N/A N/A 101-C003 * Replaced N/A

Water Leg P w p Crane EDC-002130 N/A h/A 101-C003 * Replac ement N/A

?

,

7. Description Ct ess 2 acotacement. rect aced oum su WDC-0010C2 with rebvitt rase SW-002130,
8. Tests Conducted: |_| Hydrostatic |7| Pneumatic |1| hormat Operating Pressure |110ther imetionalPressure osi Test Tass). Ant) . Deg. F' 9. Remarks * = Per u-5 Code Data Report on file at tasalle Corty station.

(Amticable Manuf acturer's Data Report to be Attacheid)

CERi!FICATION OF CDePLI AduCE

We certify that the statements made in this report are correct and this Rectacement conforms to
section XI of the ASME Code. (repair or replacement)

Signed 4~Y , 1993
(Owner or Ownes>1f Designee) (Title) (Date) :

CERf!FICATION OF INSPECT 10m

I, the mdersigned, holding a valid connission issued ty the Naticret Board of Boiler and Pressure vessel ;
Inspectors and the State or Province of Illinois esployed by Hartford Steam Boiler Inso, & Ins. Co. of,

Hartford CT. have inspected the Reotacement described in this Report on 8*I ,1993 ;
(Rep. or Rept .) '

and state that to the best of my knowledge and belief, this repair er replacement has been constructed in
accordance with Section K! of the ASME Code. By signing this certificate, neither the inspector nor his enployer
makes any warranty, expressed or iniptied, concerning the repair or Wacement described in this Report. I

Furthersnore, neither the inspector nor his enployer shall be liable in any manner for any personal injury or
property damage or a to. f ar*y ki arijiryg'f rom orAonnected with this inspection.

.

%'; g*~ !

Date 3 // /93 ,J in R . et resul t Conreissicrs IL 1416 N.]
[f (Inspector) (State or Province, National Board) ;

t

i

!

i

|
.

!
|

|

|

L-
__ _ _ _ _ _ _
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I

FCED Wit-3 OWNER'S REPORT OF REPAlt OR REPLACEMENT i

As Recpired by the Provisions of ASME Code Section XI i

1. Owner Connonweat th Edison Conceny Date 11/19/92 !
(Wane) t

One First National Plate. Chicano ft. 60600 sheet i of 1

( Acksress)
2. Plant tasalle Comty Nuclese Station Unitj L-59953

*

(Name) Repair Organization, P.O. No., Job ho., etc.
?601 N. 21st. Rd, marseilles. ft. 61341 ;

(Address)
'

3. Work Perf ormed by tK&C Catalytic Type Code Syucol Stamp N/A r

(name) Authortretion No. N/A ,

P.O. Box 59. marseilles it . Expiration Date m/A t

" (Aodress)~
'

4 Identification of System (HPCS) High Pressure Core Spray
5. (a) AFplicable Construction Cooe sect. lit 1974 Edition ho Ack$ende, Coot Cases hone |

(b) Applicable Edition of Section xi utilized for Repairs or Replacements 19L, WBO Ad Cooe Cases hone j
6. Identification of Components Repaired or Replaced, and Replacement Components !

Name of Name of Mfrs. Ser. Watet CRW Other Year Repaired ASME Code
tcmponent Mfr. No. Ed. No. I krit i- Built Replaced, stamped

No. fication Replacement (tes or Wo)

Check Valve TRW Mission * W/A N/A 1E22-F002 * Replaced N/A
!

24" Blind Flange WFI Nuclear Mt.# 170VNT N/A N/A ND643-1 1992 Replacement N/A4

stud Bolts (20) Cardinal Ht.# C2 N/A N/A N/A 1992 Replacement N/A,

g Hex Nuts (40) UE&C Mt.# J92 N/A N/A N/A 1987 Replacement N/A

,

J

P

7. Description Class 2 Reetacement. oortion of the existino eleino system has been abandoned in etsee. ;
8. Tests Conducted: | _ |Mydrostatic j j Pneunatic |M Normat Operating Pressure j_|Other

.

Pressure 72 osi Test f enp. Amb. Deg. F j

9. Remarks * = per N-5 Code Data Report on file at t eset t e Comty station. .
'( Applicable manuf acturer's Data Report to tae Attached)

1
|

!

CERTIFICATI0si 0F COMPLI ANCE |4

, ,

We certify that the statements made in this report are correct and this R eet acement conf orms t o !
Section XI of the ASME Code. (repair or replacement)

'

j SigneM / /
"

, 1993
0 (Owner or Owner's Msignee) (intie) (Date)

|
CERTIFICATION OF INSPECTION

|

I, the mdersigned, holding a valid conuission issued t7y the National Board of Boiler and Pressure vesset4 '

; Insp uters and the State or Province of Ittinois . enployed try Martf ord Steam Boiler Inw. 8 Iris. Co. of

kartfore. CT. have inspected the feelacement described in this Report on I' d I ,1993
4
- (Rep. or Rept.)

, and state that to the Dest of ser knowledge and belief, this repair or replacement has been constructed in
i accordance with Section El of the ASME Code. By signing this certificate, neither the inspector nor his enployer

makes any warranty, expressed or implied, concerning the repair or replacement cescribed in this Report.
Furtherscore, neither the inspector nor his espicyer shall be liable in any manner for any personal injury or
property damage or a i f ki om comected with this inspection.

Date 5 p f793 fJohn R. Tetresult connissions It 1416 N.!3

(inspector) (State or Province, motional Board)
,

]

<

|G

)

I
1

I
;

_ __ _ _ _ _ _ . _ ___ _. - - 1
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I

1 FORM NIS-3 OWNER'S REPORT OF REPAlt OR REPLACEMECT
] As Rewired ty the Provisions of ASME Code Section XI

.

!
i
i

1. Owner C mnonwealth Edison conoany Date 5/2/92 i
(name) ,

One First National Ptera. Chirsoo. ft. 60600 Sheet 1 of 1
,

(Accress) i

i 2. Plant ta$at t e County Wuclear Station Unit.] t-24159
,

J (Name) Repair Organization, P.O. ho., Job Wo., etc. i

2601 W. 21st. Rd. Marseilles. II. 61341
(Aadress)

4 3. Work f erformed by UE&C Catalytic Type Code Synt)ol Stag W/A
(hame) Authorization No. m/A i

P.O. Box 59. Marseit tes It. Expiration Date w/a !
(Accress) '

] 4. Identification of System (RPR) Residial Heat Renovat
5. (a) Applicable construction Code Sect. III 1974 Edition so Adoenos, code Cases mone

| (b) Applicable Edition of Section XI utilized for Repairs or Replacements-19L, WSO Ad, Cooe cases mone
6. Identification of Components Repaired or Replaced, and Replacement Components

kame of Wome of Mfrs. Ser. Nat'l CRW Other Year Repaired ASME Code
Conponent Mfr. No. Ed. bo. Identi- Built R eplaced, Stamped

'No. fication Replacement (tes or ho)

Orifice Flange Morrison * N/A N/A 1E12 D310A * Replaced N/A

i

3" Sch. 80 C.S. U.S. Steel Mt.8 h45284 N/A W/A 1RH29AB-3" ** Replacement N/A
- Pipe

.I

7. Description Class 2 Replacement * = Per w 5 Code Data Recert on file at taSatie County Station
B. Tests Conducted: |_Xj Mydrostatic j67{ Pneunatic |J hormat Operating Pressure |J0ther .

Pressure osi Test Teap. Anc. Deg. F '

9. Remarks ** * Pipe is ASME Section Ill. Class 2.1986 Edition. no Addendsn Reconciled oer PTE t-91-06-0057
( Applicante Manuf acturer's Data Report to be Attached)

on file at ta$atte Comty Station.

.

CERTIFICATION OF COMPLI AkCE

We certify that the statements made in this report are correct and this Repl acement conforms to
Section XI of the ASME Code. (repair or replacement)

1 , 1993$igned
' (1stle) (Date)(Owner or Ownerts4esignee)

CERTIFICAT10W OF IWSPECTION

1, the urdersigned, holding a valid connission issued by the National Board of Boiler and Pressure Vessel
Inspectors and the State or Province of It tinois , enployed by Hartford Steam Boiler Inso. E Ins. Co. of

f

Nartford. CT. have inspected the Rectatement described in this Keport on /- .P / 1993
(Rep. or Rept.)

and state that to the best of a'y knowledge and belief, this repair or reptscement has been constructed in '

accordance with Section XI of the ASME Code. By signing this certificate, neither the inspector nor his enployer
makes any warranty, espressed or inplied, concerning the repair or replacement described in this Report.
Furthermore, neither the inspector nor his employer shall be liable in any manner for any personal injury or ;
property damage or a los of . ki aris % from r connected with this inspection. '

Date M/A/93 .

ohn h, tetNuIt" Connissions It 1416 N!
' / (inspector) (State or Province, hational Board)

!

(
!

|

|

!

!,

o

I

J

- ^
.---r - .- - - - . . - - - - - - - - ---
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ATTACHMENT 3
<

ABBREVIATIONS

AEC ACCESS HOLE COVER r

ANI AUTHORIZED NUCLEAR INSPECTOR
.

|

!ANII AUTHORIZED NUCLEAR INSERVICE INSPECTOR

ASSY ASSEMBLY I

ASME AMERICAN SOCIETY OF MECHANICAL

fCECO COMMONWEALTH EDISON COMPANY,.

!

CRD CONTROL ROD DRIVE i
i

D DATA SHEET {
,

DR DISCREPANCY RECORD
'

! I
EPRI ELECTRIC POWER RESEARCH INSTITUTE i

i

jFW FEEDWATER

GE GENERAL ELECTRIC COMPANY

HP HIGH PRESSURE CORE SPRAY -

fHT/ HEAT NUMBER
I

ID/OD INSIDE DIAMETER /OUTSIDE DIAMETER |
t

IGSCC INTERGRANULAR STRESS CORROBION CRACKING {
' :

ISI INSERVICE INSPECTION

i

IST INSERVICE TESTING ,'4

LAP LASALLE ADMINISTRATIVE PROCEDURE !

LP LOW PRESSURE CORE SPRAY
!
iMIL MILLIMETER

a

MS MAIN STEAM j
'

MSIV MAIN STEAM ISOLATION VALVE

MT MAGNETIC PARTICLE EXAMINATION |

NB NUCLEAR BOILER ;

i

- - - _ _ _ _ _ _ _ - - - - _ _ _ _ - _ . _ _ _ _



.

- - -

ATTACEMENT 3 (Continued)

NDE NON-DESTRUCTIVE EVALUATION

NRC NUCLEAR REGULATORY COMMISSION

N.R.I. NON-RECORDABLE /NON-RELEVANT INDICATION ,

PCE PART CLASSIFICATION EVALUATION |

PSIG POUNDS PER SQUARE INCE GAGE

PT LIQUID PENETRANT EXAMINATION

PTE PART TECHNICAL EVALUATION

RH RESIDUAL HEAT REMOVAL

RI REACTOR CORE ISOLATION COOLING

RR REACTOR RECIRCULATION

RT REACTOR WATER CLEAN-UP

RX REACTOR VESSEL

SC STANDBY LIQUID CONTROL

SMAD SYSTEMS MATERIAL ANALYSIS DEPARTMENT

SRV SAFETY RELIEF VALVE

STM STEAM

SURV SURVEILLANCE

UT ULTRASONIC EXAM

VIDS VIDEO IMAGE DIGITIZATION SYSTEM

VLV VALVE

VT VISUAL TESTING

t-_____-._.---____________. __ __ _


